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1.0 INTRODUCTION 
 

ECOR Federal Services, LLC (ECOR) has prepared this Quarterly Operations Report for the GM-38 Area 
Groundwater Treatment Plant (GWTP) at the Naval Weapons Industrial Reserve Plant (NWIRP) in 
Bethpage, New York, for the United States Department of the Navy (Navy), Naval Facilities Engineering 
Command (NAVFAC), Mid-Atlantic, under Contract No. N62472-05-D-0031, Contract Task Order No. 
003. 
 
 

1.1  Background 
 
NWIRP Bethpage is located in east central Nassau County, Long Island, New York, approximately 30 
miles east of New York City (Figure 1) and is currently listed by New York State Department of 
Environmental Conservation (NYSDEC) as an “inactive hazardous waste site” (#1-30-003B).  
Historically, the Navy's property totaled approximately 109.5 acres and was a Government Owned 
Contractor-Operated (GOCO) facility that was operated by the Northrop Grumman Corporation (NGC) 
until September 1998.  NWIRP Bethpage is bordered on the north, west, and south by property owned, or 
formerly owned, by NGC that covered approximately 605 acres, and, on the east, by a residential 
neighborhood. 
 
The GM-38 Area refers to a cluster of monitoring wells that were installed in the 1990s by NGC.  The 
GM-38 Area is approximately 8,500 feet south southeast and hydraulically down-gradient of NWIRP 
Bethpage. The GWTP is located within a utility easement with a street address of 100 Broadway.    

 
The “hot spot” cleanup remedy for the GM-38 Area groundwater was originally set forth in Record of 
Decision (ROD) documents for Operable Unit 2 (OU 2) Groundwater for the Northrop NGC and NWIRP 
Sites (New York State Registry Site Numbers 1-30-003A & 1-30-003B, respectively) issued by NYSDEC 
Division of Environmental Remediation in March 2001 and for the NWIRP Bethpage Site by NAVFAC 
in April 2003 (Revision 1).  The selected remedy was chosen in accordance with the New York State 
Environmental Conservation Law (ECL) and the Navy’s Installation Restoration Program (IRP).  It is 
also consistent with the Comprehensive Environmental Response Compensation and Liability Act 
(CERCLA), as amended, 42 U.S.C. §§ 9601-9675.   

 
 
1.2 GWTP Overview 
 
Groundwater is extracted from recovery wells RW-1 and RW-3 and treated in the GWTP.  The treatment 
process consists of flow equalization, air stripping and vapor-phase carbon treatment, bag filtration, 
liquid-phase carbon treatment and pH adjustment (if needed).  To this point, pH adjustment has not been 
necessary.  A process flow diagram is presented as Figure 2.  The treated water is either re-injected into 
injection well IW-1 or discharged into the Nassau County Recharge Basin #495.  Under CERCLA, the 
Navy is required to meet the effluent requirement in the NYSDEC’s Storm Pollution Discharge 
Elimination System Permit as Applicable or Relevant and Appropriate Requirements (ARAR). 
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The GWTP was designed to operate at an average flow rate of 1,100 gallons per minute (gpm) (800 gpm 
from RW-1 and 300 gpm from RW-3) with a maximum flow rate of 1,375 gpm, as measured by the 
average discharge flow rate.  It was determined that this flow rate would be necessary to effectively 
contain the limits of the higher concentration of contamination in the GM-38 Area groundwater. The 
average concentration of Volatile Organic Compounds (VOCs) in the influent groundwater consists of 
3,400 µg/l of trichloroethene, 900 µg/l of tetrachloroethene, 300 µg/l of vinyl chloride, 1,100 µg/l of cis-
1,2-dichloroethene, and smaller concentrations of 1,2-dichloroethane, benzene, toluene, and total xylenes. 
   
The air stripper (AS) is a structural aluminum tower that is packed with 3.5 inch diameter polypropylene 
Jaeger Tripack. Groundwater is pumped to the air stripper distribution port and sprayed over the column of 
Jaeger Tripack at a flow rate of approximately 1,200 gpm.  This includes approximately 1,100 gpm of raw 
groundwater and 100 gpm of recirculation water.  An induced draft countercurrent flow of air enters the air 
stripper below the base of the packing material at a rate of 8,000 scfm. The large surface area of the packing 
material allows for a mass transfer of the VOCs from the groundwater into the air stream.  All of the VOCs 
in the off-gas, except for vinyl chloride, are removed via two 20,000 lb vapor phase granular activated 
carbon (VGAC) units (VGAC-1 and VGAC-2).  Vinyl chloride is oxidized by a 20,000 lb potassium 
permanganate vessel (VGAC-3) into potassium chloride and carbon dioxide.  The potassium chloride 
remains in the pore structure of the zeolite substrate.  The treated off-gas is discharged out of the stack.   
 
Water treated by the air stripper is passed through three 8,000 liquid phase granular activated carbon 
(LGAC) units in parallel prior to discharge in the recovery basin (or injection well, if necessary). 
 
The GWTP is controlled by a PLC-based digital and analog control system, with monitoring 
instrumentation, such as pH, pressure, tank level, and flow transmitters, differential pressure transmitters, 
and pump signals that communicate with a PLC. In turn, the information in the PLC is made available to 
an operator via a human-machine interface (HMI) program. By using this program, the status of the 
GWTP can be displayed in real time and adjusted, if necessary, by the operator.   
 
 

2.0 GWTP OPERATION AND MAINTENANCE  
 

While designed to run completely automated, the GWTP requires regular weekly visits by an operator to 
record and adjust operational parameters and to perform scheduled maintenance. 

 
2.1   Routine Maintenance Activities 
 
Routine maintenance activities at the GWTP during the quarter were performed during the operator's 
weekly visits (generally; Monday, Wednesday and Friday averaging 20 hours a week). These activities 
include general site inspections, collection of operational data (water and vapor flowrates, pressures, tank 
levels and totalizer readings), measurement of water depth in the recovery wells, adjustment of pump 
signal settings, collection of vapor and process water samples, changing out of bag filters, switching of 
lead/lag pump assignments, and preventive maintenance of system equipment.  
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2.2 Non-routine Maintenance Activities  
 
The following non-routine activities were performed during the Fourth Quarter 2010: 
 

 October 27-28, the Hydrosil media (40,000lbs) was changed out 
 

 November 8-10, the three liquid phase carbon vessels (8,000lbs x 3) were changed out.  The 
carbon in the vessels (12x40 mesh size) was replaced with a larger mesh size (8x30) to help 
reduce blinding of the carbon. 

 

 December 20-24, the two vapor phase carbon vessels (20,000lbs x 2) were changed out 

 
 
3.0 GWTP MONITORING 
 
The GWTP is not intended to remediate groundwater contamination in the local aquifer to non-detectable 
levels. Rather, the intent of the system is to remove mass and reduce elevated VOC levels to levels similar 
to those in the surrounding aquifer. Doing so will minimize the impacts on water supply wells and 
currently unaffected portions of the aquifer.  To monitor GWTP effectiveness and for compliance with 
Federal and State requirements, several process (water and vapor) samples are collected on a monthly 
basis.  In addition, groundwater samples are collected quarterly to monitor water quality and hydraulic 
containment. 

 
3.1 Process Water Quality Monitoring 
 
Processed groundwater is tested to comply with calculations submitted by the Navy and approved by 
NYSDEC Water Division for the effluent limitations and monitoring requirements.  These results are also 
submitted to the NYSDEC on a monthly basis in the form of a Discharge Monitoring Report (DMR).  A 
copy of the approved NYSDEC effluent limitation and monitoring constituents and the reporting forms 
are included as Appendix A. 
 
Samples are collected from each recovery well (RW-1 and RW-3), as well as, the effluent water discharge 
line.  The analytical results of monthly process water sampling performed during the Fourth Quarter 2010 
are presented in Table 1.  The data demonstrates that all permitted constituents were in compliance for 
the quarter.  Table 1 also summarizes the average monthly flowrates in gallons per minute along with the 
total volume of water processed. 
 
3.2 Air Quality Monitoring 
 
Treated off-gas discharged at the stack of the GWTP is subject to emissions limitations as described by 
the calculations submitted by the Navy and approved by the NYSDEC Division of Air Resources (DAR) 
in July 2009.  A copy of the NYSDEC approved calculations are included as Appendix B. 
 
While only sampling of the stack is required for NYSDEC compliance, vapor samples are also collected 
using 6L summa canisters at various locations to monitor for breakthrough of the VGAC units.  The 
analytical results of monthly influent and effluent vapor samples collected during the Fourth Quarter 2010 
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are presented in Table 2. Air emissions calculations using the stack vapor concentrations along with 
discharge flowrates are presented in Table 3.  The calculations demonstrate that all permitted constituents 
were in compliance.  
 
3.3  Groundwater Quality Monitoring 
 
The groundwater monitoring well system at the GM-38 Groundwater Remediation Area consists of 14 
monitoring wells (as summarized in Table 4), 3 recovery wells (RW-1, RW-2, RW-3) and 1 injection 
well (IW-1).  All well locations are shown on Figure 3.   
 
On a quarterly basis, depth to water (DTW) measurements are collected from 12 of the monitoring wells, 
while water quality samples are collected from seven of the monitoring wells (as shown on Figure 4). 
Two wells, GM-38D and GM-38D2, located at the corner of Aurthur Avenue and Broadway shown in 
Figure 5, are being monitored by others.   
 
The monitoring system includes well clusters located near the recovery and injection wells as described 
below and shown on Figure 3. 
 
Recovery Well 1(RW-1) 
The RW-1 cluster consists of three monitoring wells screened between 395 and 435 feet below ground 
surface (bgs).  RW-1 MW-1 is located approximately 140 feet northwest of RW-1 and RW-1 MW-2 is 
located approximately 50 feet north of RW-1.  RW-1 MW-3 is located approximately 400 feet northeast 
of RW-1, on the eastern side of Seaford Oyster Bay Expressway.  All three wells are hydraulically 
monitored while only RW-1MW1 and RW-1MW-3 are monitored for water quality.  
 
Recovery Well 2(RW-2) 
The RW-2 cluster consists of three monitoring wells screened between 470 and 510 feet bgs.  RW-2 MW-
1 is located approximately 60 feet northwest of RW-2, RW-2 MW-2 is located approximately 20 feet 
west of RW-2, and RW-2 MW-3 is located approximately 100 feet west of RW-2. All three wells are 
hydraulically monitored while only RW-2 MW1 is monitored for water quality. 
 
Recovery Well 3(RW-3) 
The RW-3 cluster consists of four monitoring wells RW-3 MW-1 and RW-3 MW-3 are screened between 
320 and 340 ft bgs, RW-3 MW-2 and RW-3 MW-4 are screened between 475 and 495 feet bgs.  RW-3 
MW-1 and RW-3 MW-2 are located approximately 500 feet west of the GM-38 cluster, at the intersection 
of Arthur Avenue and Leroy Avenue.  RW-3 MW-3 and RW-3 MW-4 are located approximately 400 feet 
north of the intersection of Arthur Avenue and Broadway. All four wells are both hydraulically monitored 
and monitored for water quality. 
 
Injection Well 3(IW-1) 
There is one monitoring well associated with injection well IW-1.  IW-1 MW-1 is screened between 130 
and 150 feet bgs and is located approximately 20 feet south of IW-1.  It is only hydraulically monitored. 
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TP-1 
TP-1 is screened between 450 and 470 feet bgs and is located approximately 25 feet north of the GWTP 
building, inside the fenced area.  It is hydraulically monitored to observe the change in water levels due to 
the influence from the pumping rates at the neighboring public water supply well field near the hot spot 
area.  

 
3.3.1 Groundwater Quality Results 
 
ECOR collected groundwater samples from seven (7) monitoring wells (RW1-MW1, RW1-MW3, RW2-
MW1, RW3-MW1, RW3-MW2, RW3-MW3, RW3-MW4).  Samples were collected using bladder 
pumps following the United States Environmental Protection Agency (USEPA) micropurge and low-flow 
sampling methodologies.  Field parameters measured during well purging included pH, specific 
conductance (S.C.), temperature, oxidation-reduction potential (ORP) and dissolved oxygen (DO).  The 
results are summarized in Table 5.  Copies of the field notes are presented in Appendix C.  Following 
stabilization of field parameters, samples were collected from the pump discharge. 
 
Groundwater samples collected were submitted to a National Environmental Laboratory Accreditation 
Conference (NELAC) accredited laboratory (Accutest Laboratories located in Dayton, NJ) for the 
analysis of Target Compound List (TCL) VOCs using USEPA Method 624, Mercury using USEPA 
Method SW846 7470A, and TSS using USEPA Method SM20 2540D.  Validated analytical results of 
samples collected during the monitoring event are summarized in Table 6 along with data collected by 
ARCADIS in 2005 and by Tetra Tech EC in 2009 and January of 2010.  The data validation report is 
presented in Appendix D.  Analytical data is presented on Appendix E. 
 

3.3.2 Quality Assurance/Quality Control Sampling 
 
Additionally, the following quality assurance/quality control (QA/QC) samples were also collected: blind 
field duplicate (collected from RW3-MW2), field blank (FB), trip blank (TB), and matrix spike/matrix 
spike duplicate (MS/MSD). The results of the FB and TB samples indicate that only TCE and cis-1,2-

DCE at estimated concentrations of 0.85J g/L and 0.30 J g/L respectively in the FB was detected above 
laboratory method detection limits (MDL).  
  
For duplicate (DUP) samples, the precision between the original sample and its duplicate is evaluated by 
calculating the relative percent difference (RPD).  ECOR has evaluated DUP samples using an acceptance 
criterion of twenty percent (20%) for detected primary COC.  Table 7 presents the RPDs for the 
groundwater.  If the sample results are below MDLs a RPD cannot be calculated for that sample. As 
shown on Table 7, none of the calculated RPDs were above the 20% criteria. The overall consistency 
between the samples indicates that proper sample collection methods were followed. 
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Table 1
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY

Discharge Monitoring Results 
Fourth Quarter 2010

SPDES Parameters
Daily 

Maximum 
Limit

Units

Process Stream RW‐1 RW‐3 Influent Effluent RW‐1 RW‐3 Influent Effluent
Well Depth ft 500 500 N/A N/A 500 500 N/A N/A
Screened Interval ft 470‐500 470‐500 N/A N/A 470‐500 470‐500 N/A N/A
Sampling Date
Average Flowrate 1100 GPM 779 249 1028 1074 775 251 1026 1066 0 0
Total Flow gallons NR NR 45,909,051 47,944,954 NR NR 44,323,200 46,051,200 NR NR
pH  5.5 ‐ 8.5 SU NR NR 5.7 7.7 NR NR 5.9 7.6 NR NR 5.9 0.0
1,1‐Dichloroethane 5 g/l 2.8 1.7 2.5 ND 3.1 2 2.8 ND 3.0 1.7 5.3 ND
1,2‐Dichloroethane 0.6 g/l ND ND ND ND 0.54 ND ND ND ND ND ND ND
1,1‐Dichloroethene 5 g/l 6.3 1.4 5.1 ND 6.7 1.9 5.5 ND 7.3 1.5 9.3 ND
Carbon Tetrachloride N/A g/l 0.63 ND 0 ND 0.65 0.18 1 ND 0.8 J 0.19 J 1.06 J ND
cis 1,2‐Dichloroethene 5 g/l 68.3 2.3 52.3 2.5 68.2 2.2 52.1 ND 61.5 2.1 64.6 ND
trans 1,2‐Dichloroethene 5 g/l 1.4 ND 1 ND 1.2 ND 1 ND 0.93 J ND 0.9 ND
Tetrachloroethene 5 g/l 134 ND 102 ND 112 ND 85 ND 112 ND 113 ND
1,1,1‐Trichloroethene 5 g/l 8.3 0.72 6 ND 7.8 1.1 6 ND 8.9 1.3 10.7 ND
Trichloroethene 5 g/l 423 321 398 0.49 430 328 405 ND 415 314 834 0.58 J
Vinyl Chloride 2 g/l 7.1 ND 5.4 ND 8 ND 6.0 ND 7.2 ND 7.2 ND
Mercruy 0.25 g/l < 0.20 <0.20 <0.20 <0.20 < 0.20 <0.20 <0.20 <0.20 < 0.20 <0.20 <0.20 <0.20

Notes:
J, B ‐ Estimated result less than reporting limit
ND ‐ Not Detected
NR ‐ Not Recorded
SU ‐ standard units
g/l ‐ micrograms per liter
gpm ‐ gallons per minute

October 2010

10/28/10

November 2010

11/23/10

December 2010

RW‐1 RW‐3 Influent Effluent
500 500 N/A N/A

470‐500

0 0

470‐500 N/A N/A
12/29/10

0 0



Table 2
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY

Air Sampling Results 
Fourth Quarter 2010

DAR Parameters SGC Units

Process Stream Influent Effluent Influent Effluent Influent Effluent
Sampling Date
Average Flowrate CFM 8855 9240 9415

Trichloroethene 14000 g/m3 21000 ND 7300 29 11000 12

Tetrachloroethene 1000 g/m3 11000 ND 4600 6.5 14000 6.4

Vinyl Chloride 180000 g/m3 63 44 74 ND 58 ND

trans 1,2‐Dichloroethene ‐ g/m3 ND 5.6 ND ND ND ND

cis 1,2‐Dichloroethene ‐ g/m3 620 640 550 9.2 790 11

1,2‐Dichloroethene (total) ‐ g/m3 620 645.6 550 9.2 790 11

1,2‐Dichloroethane ‐ g/m3 ND ND ND ND ND ND

Toluene 37000 g/m3 ND ND ND ND ND ND

Xylene 4300 g/m3 ND ND ND ND ND ND

1,1,2‐Trichloroethane ‐ g/m3 ND ND ND ND ND ND

Notes:
ND ‐ Not detected
NR ‐ Not recorded
SGC ‐ Short‐term Guideline Concentration

g/m3  ‐ micrograms per cubic meter
CFM ‐ cubic feet per minute
DAR ‐ Division of Air Rescources

October 2010

10/20/10

November 2010

11/23/10

December 2010

12/15/10



Table 3
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY

Stack Emissions 
Fourth Quarter 2010

DAR Parameters Discharge 
Limit

Units October 2010 November 2010 December 2010

Sampling Date 10/20/10 11/23/10 12/15/10
Average Flowrate CFM 9401 9240 9415

Total Flow ft3 419,649,480 399,168,000 420,300,480

Total Flow m3 11,876,080 11,296,454 11,894,504
Trichloroethene 0.09 lb/hr 0.00 0.001 0.0004
Tetrachloroethene 0.02 lb/hr 0.00 0.00 0.0002
Vinyl Chloride 0.01 lb/hr 0.0015 0.00 0.00
1,2 Dichloroethene 0.03 lb/hr 0.0227 0.0003 0.0004
1,2‐Dichloroethane BRT lb/hr 0.00 0.00 0.00
Toluene BRT lb/hr 0.00 0.00 0.00
Xylene BRT lb/hr 0.00 0.00 0.00
1,1,2‐Trichloroethane BRT lb/hr 0.00 0.00 0.00

Notes:
BRT ‐ Below reporting thresholds
lb/hr ‐ pounds per hour
DAR ‐ Divison of Air Resources
CFM ‐ Cubic feet per minute



Table 4
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY

Groundwater Level Measurements 
Fourth Quarter 2010

Date Time Total Depth Screen Interval
Depth to 
Water

(ft) (ft) (ft)

RW1‐MW1 11/03/10 1300 435 395‐435 33.42

RW1‐MW2 11/03/10 1530 435 395‐435 35.99

RW1‐MW3 11/03/10 1330 435 395‐435 33.53

RW2‐MW1 11/03/10 0900 510 470‐510 39.16

RW2‐MW2 11/03/10 1605 510 470‐510 39.80

RW2‐MW3 11/03/10 1600 510 470‐510 40.12

RW3‐MW1 11/03/10 1000 350 330‐350 34.08

RW3‐MW2 11/03/10 0930 495 475‐795 38.05

RW3‐MW3 11/03/10 1145 340 320‐340 40.14

RW3‐MW4 11/03/10 1040 495 475‐495 40.01

TP‐1 11/03/10 1545 470 450‐470 30.84

IW1‐MW1 11/03/10 1535 NA NA 33.92

GM38D 11/03/10 NA 340 320‐340 NA

GM382D 11/03/10 NA 495 475‐495 NA

Notes:

ft ‐ Feet
NA ‐ Not Available

Monitoring 
Well ID



Table 5
Summary of Final Groundwater Chemistry Data 

GM‐38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Chemistry Data

Fourth Quarter 2010

pH S.C. Turbidity DO Temp ORP Color
(SU) (mS/cm) (NTU) (mg/L) (ºC) (MV) (Visual)

RW1‐MW1 5.81 269 N/A 0.36 14.51 102 cloudy

RW1‐MW3 6.90 179 N/A 0.62 13.19 120 clear

RW2‐MW1 5.19 229 23.0 0.30 15.50 110 clear

RW3‐MW1 5.41 157 N/A 0.44 12.22 157 clear

RW3‐MW2 4.92 135 N/A 1.60 14.08 159 clear

RW3‐MW3 5.86 155 2.30 0.55 13.59 136 clear

RW3‐MW4 4.70 170 0.20 0.80 13.56 192 clear

Notes:

S.C. = Specific Conductance
mS/cm = milliSiemens per centimeter
NTU = nephelometric turbidity units 
mg/L = milligrams per liter
ºC = degrees celsius
MV = millivolts
SU = standard units
ORP = oxidation/reduction potential
NWIRP = Naval Weapons Industrial Reserve Plant
N/A = Not Available due to equipment failure

Location



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date 5/4/2005 7/22/2005 5/27/2009 1/21/2010 4/21/2010 7/28/2010 11/10/2010

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone ND ND ND NR ND ND ND

benzene ND ND ND ND ND ND ND

bromodichloromethane ND ND ND NR ND ND ND

bromoform ND ND ND NR ND ND ND

bromomethane ND ND ND NR ND ND ND

2‐butanone R R ND NR ND ND ND

carbon disulfide ND ND ND NR ND ND ND

carbon tetrachloride ND ND 0.32J ND ND ND 0.17J

chlorobenzene ND ND ND ND ND ND ND

chloroethane ND ND ND ND ND ND ND

chloroform ND 0.7J 1.1 ND 0.70J 0.65J 0.56J

chloromethane ND ND ND NR ND ND ND

cyclohexane NR NR ND NR NR NR NR

dibromochloromethane NR NR ND NR ND ND ND

1,1‐dichloroethane 0.74J 0.79J 3.3 2.9J 2.8 2.8 3.0

1,2‐dichloroethane ND ND 0.29J ND ND ND ND

1,1‐dichloroethene 1.3 2.8 3.1 1.7J 1.9 1.7 1.7

cis‐1,2‐dichloroethene 78.6 80.4 180D 130 121 118 108

trans‐1,2‐dichloroethene 2.0 1.3J 2.8 4J 2.9 2.1 1.3

1,2‐dichloropropane ND ND ND NR ND ND ND

cis‐1,3‐dichloropropene ND ND ND NR ND ND ND

trans‐1,3‐dichloropropene ND ND ND NR ND ND ND

1,4‐dioxane 1.75J NR NR NR NR NR NR

ethylbenzene ND ND ND ND ND ND ND

2‐hexanone ND ND ND NR ND ND ND

methylene chloride ND ND ND NR ND ND ND

4‐methyl‐2‐pentanone ND ND ND NR ND ND ND

methyl‐tert‐butyl‐ether NR NR ND ND NR NR NR

styrene ND ND ND NR ND ND ND

1,1,2,2‐tetrachloroethane ND ND ND NR ND ND ND

1,2,4‐trichlorobenzene NR NR ND NR NR NR NR

tetrachloroethene ND ND 0.72J ND 0.42J ND ND

1,1,1‐trichloroethane ND ND 0.71J ND 0.52J 0.43J 0.53J

1,1,2‐trichloroethane ND ND 0.58J NR ND ND ND

trichloroethene 53.6 52.7 140.0 79.0 116 95.4 84.2

trichlorofluoromethane NR NR ND NR NR NR NR

toluene ND 0.33J 0.68 ND ND ND ND

vinyl chloride ND ND 1.6 ND ND ND 0.17J
xylenes (total) ND ND ND ND ND ND ND

Mercury (SW846‐7470A) ug/L NR NR ND 0.20 <0.20 <0.20 <0.20

TSS (SM20 2540D) mg/L NR NR 2.8 2.8 6.0 4.0 4.0

Note:

 VOC analysis changed to  EPA Method 624 in January 2010

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

RW1‐MW1

435
395‐435



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone

benzene

bromodichloromethane

bromoform

bromomethane

2‐butanone

carbon disulfide

carbon tetrachloride

chlorobenzene

chloroethane

chloroform

chloromethane

cyclohexane

dibromochloromethane

1,1‐dichloroethane

1,2‐dichloroethane

1,1‐dichloroethene

cis‐1,2‐dichloroethene

trans‐1,2‐dichloroethene

1,2‐dichloropropane

cis‐1,3‐dichloropropene

trans‐1,3‐dichloropropene

1,4‐dioxane

ethylbenzene

2‐hexanone

methylene chloride

4‐methyl‐2‐pentanone

methyl‐tert‐butyl‐ether

styrene

1,1,2,2‐tetrachloroethane

1,2,4‐trichlorobenzene

tetrachloroethene

1,1,1‐trichloroethane

1,1,2‐trichloroethane

trichloroethene

trichlorofluoromethane

toluene

vinyl chloride
xylenes (total)

Mercury (SW846‐7470A) ug/L

TSS (SM20 2540D) mg/L

Note:

 VOC analysis changed to  EPA Method 

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

5/4/2005 7/22/2005 5/28/2009 1/20/2010 4/21/2010 7/29/2010 11/10/2010

ND ND ND NR ND ND ND

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

R R ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND ND ND ND ND

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

ND 1.4 ND 0.67J 0.80J 0.47J 0.69J

ND ND ND NR ND ND ND

NR NR ND NR NR NR NR

NR NR ND NR NR NR NR

4.6 5.5 3.4 2.4 4.6 1.5 2.3

ND ND ND ND ND ND ND

3.2 12.3 ND 0.42J 1.10 ND 0.28J

181.0 47.6 160.0 0.54J 0.48J 0.36J 0.55J

2.5 7.6 2.5 ND ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

4.01 NR NR NR NR NR NR

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

1.0 ND ND NR ND ND ND

ND ND ND NR NR NR NR

NR NR ND ND NR NR NR

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

NR NR ND NR NR NR NR

ND 134.0 19.0 ND 049J ND ND

1.3 1.0 ND 0.41J 0.98J ND 0.26J

ND 0.65J ND 0.62J 0.60J 0.36J 0.55J

158.0 198.0 200.0 1.2 1.6 0.58J 0.91J

NR NR ND NR NR NR NR

0.32J ND ND ND ND ND ND

12.9 187.0 4.1 ND ND ND ND
ND ND ND ND ND ND ND

NR NR 0.20 NR <0.20 <0.20 <0.20

NR NR 4.0 NR 8.0 <4.0 <4.0

RW1‐MW2 RW1‐MW3

435 435
395‐435 395‐435



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone

benzene

bromodichloromethane

bromoform

bromomethane

2‐butanone

carbon disulfide

carbon tetrachloride

chlorobenzene

chloroethane

chloroform

chloromethane

cyclohexane

dibromochloromethane

1,1‐dichloroethane

1,2‐dichloroethane

1,1‐dichloroethene

cis‐1,2‐dichloroethene

trans‐1,2‐dichloroethene

1,2‐dichloropropane

cis‐1,3‐dichloropropene

trans‐1,3‐dichloropropene

1,4‐dioxane

ethylbenzene

2‐hexanone

methylene chloride

4‐methyl‐2‐pentanone

methyl‐tert‐butyl‐ether

styrene

1,1,2,2‐tetrachloroethane

1,2,4‐trichlorobenzene

tetrachloroethene

1,1,1‐trichloroethane

1,1,2‐trichloroethane

trichloroethene

trichlorofluoromethane

toluene

vinyl chloride
xylenes (total)

Mercury (SW846‐7470A) ug/L

TSS (SM20 2540D) mg/L

Note:

 VOC analysis changed to  EPA Method 

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

5/4/2005 7/20/2005 5/27/2009 1/18/2010 4/21/2010 7/28/2010 11/3/2010

EPA 624

ND ND ND NR ND ND ND

ND ND ND ND 0.15J 0.69J 0.58J

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

R R ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND ND ND ND ND

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

NR NR ND NR NR NR NR

NR NR ND NR ND ND ND

0.53J 0.93J 1.2J 0.82J 0.60J 0.58J 0.42J

ND ND ND ND ND ND ND

ND 0.58J 0.55J 0.63J ND ND ND

ND 0.55J 1.9 1.0 0.78J 0.80J 0.55J

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

5.34 NR NR NR NR NR NR

ND ND ND ND ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

NR NR ND ND NR NR NR

ND ND ND NR ND ND ND

ND ND ND NR ND ND ND

NR NR ND NR ND ND ND

ND ND ND ND ND ND ND

ND 0.37J ND ND ND ND ND

ND ND ND ND ND ND ND

37.6 34.6 12.0 15.0 0.42J ND ND

NR NR ND NR NR NR NR

ND 0.85J 1.0 ND 0.52J 0.49J 0.50J

ND ND ND ND ND ND ND
ND 1.4J ND ND ND ND ND

NR NR 0.05J NR <0.20 <0.20 <0.20

NR NR 2260.0 NR 58.0 <4.0 <4.0

RW2‐MW1

510
470‐510



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone

benzene

bromodichloromethane

bromoform

bromomethane

2‐butanone

carbon disulfide

carbon tetrachloride

chlorobenzene

chloroethane

chloroform

chloromethane

cyclohexane

dibromochloromethane

1,1‐dichloroethane

1,2‐dichloroethane

1,1‐dichloroethene

cis‐1,2‐dichloroethene

trans‐1,2‐dichloroethene

1,2‐dichloropropane

cis‐1,3‐dichloropropene

trans‐1,3‐dichloropropene

1,4‐dioxane

ethylbenzene

2‐hexanone

methylene chloride

4‐methyl‐2‐pentanone

methyl‐tert‐butyl‐ether

styrene

1,1,2,2‐tetrachloroethane

1,2,4‐trichlorobenzene

tetrachloroethene

1,1,1‐trichloroethane

1,1,2‐trichloroethane

trichloroethene

trichlorofluoromethane

toluene

vinyl chloride
xylenes (total)

Mercury (SW846‐7470A) ug/L

TSS (SM20 2540D) mg/L

Note:

 VOC analysis changed to  EPA Method 

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

5/4/2005 7/21/2005 5/3/2005 7/20/2005 5/28/2009 1/19/2010 4/22/2010 7/29/2010 11/9/2010

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND ND ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

R R R R ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND ND ND ND 0.19J

ND ND ND ND ND ND ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND ND ND ND 0.20J

ND ND ND ND ND NR ND ND ND

NR NR NR NR ND NR NR NR NR

NR NR NR NR ND NR ND ND ND

ND 0.78J 0.68J 0.31J 1.4 1.6 1.5 1.7 1.4

ND ND ND ND ND 0.27J ND ND ND

ND 0.41J ND ND 0.42J 1.2 1.3 1.2 1.2

0.33J 0.41J 0.40J 0.66J 2.3 0.37J ND 0.32J 0.45J

ND ND ND ND ND ND ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

7.45J NR 7.42J NR NR NR NR NR NR

ND ND ND ND ND ND ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

NR NR NR NR ND ND NR NR NR

ND ND ND ND ND NR ND ND ND

ND ND ND ND ND NR ND ND ND

NR NR NR NR ND NR NR NR NR

ND ND ND ND ND 0.49J 0.81J 0.73J 1.5

ND ND ND ND ND ND 0.98J 0.84J 1.2

D ND ND ND ND ND ND ND ND

7.8 13.8 16.2 20.6 18.0 35.0 53.2 52.3 77.6

NR NR NR NR ND NR NR NR NR

0.33J 0.53J ND 0.50J 0.39J ND ND ND ND

ND ND ND ND ND ND ND ND ND
ND ND ND ND ND ND ND ND ND

NR NR NR NR ND NR <0.20 <0.20 <0.20

NR NR NR NR 14.8 NR <4.0 <4.0 <4.0

RW2‐MW3 RW3‐MW1RW2‐MW2

510
470‐510 470‐510 330‐350

510 350



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone

benzene

bromodichloromethane

bromoform

bromomethane

2‐butanone

carbon disulfide

carbon tetrachloride

chlorobenzene

chloroethane

chloroform

chloromethane

cyclohexane

dibromochloromethane

1,1‐dichloroethane

1,2‐dichloroethane

1,1‐dichloroethene

cis‐1,2‐dichloroethene

trans‐1,2‐dichloroethene

1,2‐dichloropropane

cis‐1,3‐dichloropropene

trans‐1,3‐dichloropropene

1,4‐dioxane

ethylbenzene

2‐hexanone

methylene chloride

4‐methyl‐2‐pentanone

methyl‐tert‐butyl‐ether

styrene

1,1,2,2‐tetrachloroethane

1,2,4‐trichlorobenzene

tetrachloroethene

1,1,1‐trichloroethane

1,1,2‐trichloroethane

trichloroethene

trichlorofluoromethane

toluene

vinyl chloride
xylenes (total)

Mercury (SW846‐7470A) ug/L

TSS (SM20 2540D) mg/L

Note:

 VOC analysis changed to  EPA Method 

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

1/19/2010 1/19/2010 4/22/2010 7/29/2010 11/9/2010 11/9/2010

duplicate duplicate

NR NR ND ND ND ND

ND ND ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

ND ND ND ND ND ND

ND ND ND ND ND ND

NR NR ND ND ND ND

ND ND ND ND ND ND

NR NR ND ND ND ND

NR NR NR NR NR NR

NR NR ND ND ND ND

ND ND 0.54J ND ND ND

ND ND ND ND ND ND

ND ND 1.2 ND ND ND

1.5J 1.6J 2.4 1.1 0.92J 0.92J

ND ND 0.43 J ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR NR NR NR NR

ND ND ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR ND ND ND ND

ND ND NR NR NR NR

NR NR ND ND ND ND

NR NR ND ND ND ND

NR NR NR NR NR NR

ND ND ND ND ND ND

ND ND 0.58J ND ND ND

ND ND ND ND 0.25 J 0.27J

160 170 211 73 58.2 60.9

NR NR NR NR NR NR

ND ND ND ND ND ND

ND ND ND ND ND ND
ND ND ND ND ND ND

NR NR <0.20 <0.20 <0.20 <0.20

NR NR 5.0 6.0 ND 10.0

RW3‐MW2

475‐495
495



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone

benzene

bromodichloromethane

bromoform

bromomethane

2‐butanone

carbon disulfide

carbon tetrachloride

chlorobenzene

chloroethane

chloroform

chloromethane

cyclohexane

dibromochloromethane

1,1‐dichloroethane

1,2‐dichloroethane

1,1‐dichloroethene

cis‐1,2‐dichloroethene

trans‐1,2‐dichloroethene

1,2‐dichloropropane

cis‐1,3‐dichloropropene

trans‐1,3‐dichloropropene

1,4‐dioxane

ethylbenzene

2‐hexanone

methylene chloride

4‐methyl‐2‐pentanone

methyl‐tert‐butyl‐ether

styrene

1,1,2,2‐tetrachloroethane

1,2,4‐trichlorobenzene

tetrachloroethene

1,1,1‐trichloroethane

1,1,2‐trichloroethane

trichloroethene

trichlorofluoromethane

toluene

vinyl chloride
xylenes (total)

Mercury (SW846‐7470A) ug/L

TSS (SM20 2540D) mg/L

Note:

 VOC analysis changed to  EPA Method 

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

1/20/2010 4/22/2010 4/22/2010 7/28/2010 11/3/2010

duplicate

NR ND ND ND ND

ND ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

ND ND ND ND ND

ND ND ND ND ND

NR NR NR NR NR

ND ND 0.40J 0.46J ND

NR ND ND ND ND

NR NR NR NR NR

NR ND ND ND ND

ND 1.6 1.6 2.3 1.0

ND 0.52J 0.54J ND ND

ND 1.1 1.3 1.2 ND

ND 2.1 2.1 1.7 ND

ND ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

NR NR NR NR NR

ND ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

NR ND ND ND ND

ND NR NR NR NR

NR ND ND ND ND

NR ND ND ND ND

NR NR NR NR NR

ND 0.45J 0.49J ND ND

ND 0.95J 1.0J 0.72J ND

ND ND ND ND ND

350 397 382 297 8.5

NR NR NR NR NR

ND ND ND ND ND

ND ND ND ND ND
ND ND ND ND ND

NR <0.20 <0.20 <0.20 <0.20

NR 4.0 5.0 <4.0 <4.0

RW3‐MW3

320‐340
340



Table 6
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY
Summary of Groundwater Data thru November 2010

Sample ID

Sample Date

Comments

Well Depth (Ft)
Screened Interval (Ft)

TCL VOC (8260B/624) ug/L

acetone

benzene

bromodichloromethane

bromoform

bromomethane

2‐butanone

carbon disulfide

carbon tetrachloride

chlorobenzene

chloroethane

chloroform

chloromethane

cyclohexane

dibromochloromethane

1,1‐dichloroethane

1,2‐dichloroethane

1,1‐dichloroethene

cis‐1,2‐dichloroethene

trans‐1,2‐dichloroethene

1,2‐dichloropropane

cis‐1,3‐dichloropropene

trans‐1,3‐dichloropropene

1,4‐dioxane

ethylbenzene

2‐hexanone

methylene chloride

4‐methyl‐2‐pentanone

methyl‐tert‐butyl‐ether

styrene

1,1,2,2‐tetrachloroethane

1,2,4‐trichlorobenzene

tetrachloroethene

1,1,1‐trichloroethane

1,1,2‐trichloroethane

trichloroethene

trichlorofluoromethane

toluene

vinyl chloride
xylenes (total)

Mercury (SW846‐7470A) ug/L

TSS (SM20 2540D) mg/L

Note:

 VOC analysis changed to  EPA Method 

D‐dilution

J‐estimated value

ND‐not detected

NR‐not requested

R‐Rejected

mg/L ‐ milligrams per liter
g/l ‐ micrograms per liter

IW‐1 MW‐1 IW‐1 TP‐01

1/20/2010 4/22/2010 7/28/2010 7/28/2010 11/3/2010 5/3/2005 5/27/2009 1/21/2010

duplicate

150 230 470
130‐150 200‐230 470‐510

NR ND ND ND ND ND ND NR

ND ND ND ND ND ND ND ND

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

NR ND ND ND ND R ND NR

NR ND ND ND ND ND ND NR

ND ND ND ND ND ND ND ND

ND ND ND ND ND ND ND ND

NR NR NR NR NR ND ND NR

ND ND ND ND 0.32J 0.94J 0.98J ND

NR ND ND ND ND ND ND NR

NR NR NR NR NR NR ND NR

NR ND ND ND ND NR ND NR

2.5 0.6 0.54J 0.50J 1.8 0.39J 0.22J 3.6J

ND ND ND ND ND ND ND ND

1.0 ND ND ND 0.86J ND ND ND

0.46J ND ND ND 1.6 ND ND 190

ND ND ND ND ND ND ND 3.0J

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

NR NR NR NR NR NR NR NR

ND ND ND ND ND ND ND ND

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

ND NR NR NR NR NR 0.46J ND

NR ND ND ND ND ND ND NR

NR ND ND ND ND ND ND NR

NR NR NR NR NR NR ND NR

ND ND ND ND ND ND ND 3.4J

ND ND ND ND 0.67J 0.47 0.49J ND

ND ND ND ND ND ND ND ND

21 11 7.5 8.0 308 ND 0.17J 65

NR NR NR NR NR NR ND NR

ND ND ND ND ND ND 0.19J ND

ND ND ND ND ND ND ND ND
ND ND ND ND ND ND ND ND

NR <0.20 <0.20 <0.20 <0.20 NR 0.20 NR

NR 16.0 <4.0 <4.0 <4.0 NR 2.4 NR

RW3‐MW4

495
475‐495



Table 7
GM‐38 Area Groundwater Remediation

Groundwater Treatment Plant
Naval Weapons Industrial Reserve Plant ‐ Bethpage, NY

Calculated Relative Percent Difference 
Fourth Quarter  2010

Well ID

Blind Duplicate Sample ID

Original

Carbon Tetrachloride ND ND NC

Chloroform ND ND NC

1,1‐Dichloroethane ND ND NC

1,2‐Dichloroethane ND ND NC

1,1‐Dichloroethene ND ND NC

cis‐1,2‐Dichloroethene 0.92 J 0.92 J 0%

trans‐1,2‐Dichloroethene ND ND NC

Tetrachloroethene ND ND NC

1,1,1‐Trichloroethane ND ND NC

1,1,2‐Trichloroethane 0.27 J 0.25 J 8%

Trichloroethene 60.9 58.2 5%

Toluene ND ND NC

Vinyl Chloride ND ND NC

Notes:
J = Estimated value
NC = not calculated
ND = not detected above laboratory detection limit
mg/L = micrograms per liter

RPD = Relative Percent Difference = 

RW3‐MW2

DUP

x 100
[(Original Concentration + Duplicate Concentration)/2

Concentration (µg/L)

Duplicate
Constituent RPD

(Original Concentration ‐ Duplicate Concentration)
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APPENDIX A 
NYSDEC Effluent Limitations and Monitoring Requirements 

 
 



 
November 18, 2010 
 
 
 
Mr. Steven Scharf 
New York State Department of Environmental Conversation 
Division of Environmental Remediation 
Remedial Action, Bureau A 
625 Broadway  
Albany, NY 12233-7015 
 
 
SUBJECT:  GM-38 GROUNDWATER REMEDIATION AT NWIRP BETHPAGE, NY 

MONTHLY REPORT ON GROUNDWATER AND AIR DISCHARGE 
FOR DER SITE # 1-30-003B-OU 2 
 

Dear Mr. Scharf: 
 
In accordance with groundwater treatment system operational requirements for DER Site # 1-30-
003B-OU 2, ECOR Federal Services, LLC. (ECOR) on behalf of the United States Department 
of the Navy is submitting this monthly report of the groundwater and air discharge results for the 
GM-38 system.  The enclosed data, presented as Attachment 1, is for treatment system 
operations from October 1 through October 31, 2010.  
 
The SPDES discharge criteria and air permit equivalent permit are also included for your 
reference as Attachments 2 and 3, respectively.  All constituents were within permit limitations.  
 
Please do not hesitate contact me with any questions regarding this letter or report at office 
phone # 610-840-9200 or via email at lapp@ecor-solutions.com  
 
Sincerely, 
ECOR Federal Services, LLC. 
 

 
 
Matthew Lapp 
Project Engineer 
 
Attachments: 
 

• Attachment 1 – Groundwater and Air Sampling Results from October 1 - 31, 2010 
• Attachment 2 - NYSDEC memorandum dated June 6, 2008 with Effluent Limitations and 

Monitoring Requirements 
• Attachment 3 – NYSDEC letter dated July 24, 2009 for Air Permit Equivalent Approval 

Environmental
Construction 
Operation & 
Remediation 
 
ECOR Federal Services, LLC 
21 S High St, 2nd Floor 
 West Chester, PA 19382 
(484) 887‐7510 
(610) 431‐2852 (fax) 
 

 



 
cc:  Jean Occidental, NYSDEC Division of Water 

William Spitz, NYSDEC – Region 1 Water Engineer 
Gerard Ennis, Nassau County Department of Public Works 
Richard Pfaender, Town of Oyster Bay 
Lora Fly, Navy Mid-Atlantic RPM 
Al Taormina, ECOR Solutions, Inc. 
GM-38 Project Site File 



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Discharge Monitoring Report 

October 2010

SPDES Parameters Daily 
Maximum

Units

Process Stream RW-1 RW-3 Influent Effluent
Sampling Date
Average Flowrate GPM 779 249 1028 1074
Total Flow gallons NR NR 45,909,051 47,944,954
pH (range) 5.5 - 8.5 SU NR NR 5.7 7.7
1,1-Dichloroethane 5 µg/l 2.8 1.7 2.5 ND
1,2-Dichloroethane 0.6 µg/l ND ND ND ND
1,1-Dichloroethene 5 µg/l 6.3 1.4 5.1 ND
Carbon Tetrachloride N/A µg/l 0.63 ND 0 ND
cis 1,2-Dichloroethene 5 µg/l 68.3 2.3 52.3 2.5
trans 1,2-Dichloroethene 5 µg/l 1.4 ND 1.1 ND
Tetrachloroethene 5 µg/l 134 ND 102 ND
1,1,1-Trichloroethene 5 µg/l 8.3 0.72 6 ND
Trichloroethene 5 µg/l 423 321 398 0.49
Vinyl Chloride 2 µg/l 7.1 ND 5.4 ND
Mercruy 0.25 µg/l < 0.20 <0.20 <0.20 <0.20

Notes:
J, B - Estimated result less than reporting limit
ND - Not Detected
NR - Not Recorded
N/A - Not Applicable

October 2010

10/28/10



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Air Sampling Results 

October 2010

DAR Parameters SGC Units
Process Stream Influent Effluent
Sampling Date
Average Flowrate CFM 9401

Total Flow ft3 NR 419,649,480

Total Flow m3 NR 11,876,080

Trichloroethene 14000 µg/m3 21000 ND

Tetrachloroethene 1000 µg/m3 11000 ND

Vinyl Chloride 180000 µg/m3 63 44

trans 1,2-Dichloroethene - µg/m3 ND 5.6

cis 1,2-Dichloroethene - µg/m3 620 640

1,2-Dichloroethane - µg/m3 620 646

Toluene 37000 µg/m3 ND ND

Xylene 4300 µg/m3 ND ND

1,1,2-Trichloroethane - µg/m3 ND ND

Notes:
ND - Not detected
NR - Not recorded
SGC - Short-term Guideline Concentration

October 2010

10/20/10



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Controlled Stack Emissions 

October 2010

DAR Parameters Discharge 
Limit

Units October 2010

Sampling Date 10/20/10
Average Flowrate CFM 9401

Total Flow ft3 419,649,480

Total Flow m3 11,876,080
Trichloroethene 0.09 lb/hr 0.00
Tetrachloroethene 0.02 lb/hr 0.00
Vinyl Chloride 0.01 lb/hr 0.001547
1,2 Dichloroethene 0.03 lb/hr 0.022699
1,2-Dichloroethane BRT lb/hr 0.00
Toluene BRT lb/hr 0.00
Xylene BRT lb/hr 0.00
1,1,2-Trichloroethane BRT lb/hr 0.00

Notes:
BRT - Below reporting thresholds



 
December 17, 2010 
 
 
 
Mr. Steven Scharf 
New York State Department of Environmental Conversation 
Division of Environmental Remediation 
Remedial Action, Bureau A 
625 Broadway  
Albany, NY 12233-7015 
 
 
SUBJECT:  GM-38 GROUNDWATER REMEDIATION AT NWIRP BETHPAGE, NY 

MONTHLY REPORT ON GROUNDWATER AND AIR DISCHARGE 
FOR DER SITE # 1-30-003B-OU 2 
 

Dear Mr. Scharf: 
 
In accordance with groundwater treatment system operational requirements for DER Site # 1-30-
003B-OU 2, ECOR Federal Services, LLC. (ECOR) on behalf of the United States Department 
of the Navy is submitting this monthly report of the groundwater and air discharge results for the 
GM-38 system.  The enclosed data, presented as Attachment 1, is for treatment system 
operations from November 1 through November 30, 2010.  
 
The SPDES discharge criteria and air permit equivalent permit are also included for your 
reference as Attachments 2 and 3, respectively.  All constituents were within permit limitations.  
 
Please do not hesitate contact me with any questions regarding this letter or report at office 
phone # 610-840-9200 or via email at lapp@ecor-solutions.com  
 
Sincerely, 
ECOR Federal Services, LLC. 
 

 
 
Matthew Lapp 
Project Engineer 
 
Attachments: 
 

• Attachment 1 – Groundwater and Air Sampling Results from November 1 - 30, 2010 
• Attachment 2 - NYSDEC memorandum dated June 6, 2008 with Effluent Limitations and 

Monitoring Requirements 
• Attachment 3 – NYSDEC letter dated July 24, 2009 for Air Permit Equivalent Approval 

Environmental
Construction 
Operation & 
Remediation 
 
ECOR Federal Services, LLC 
21 S High St, 2nd Floor 
 West Chester, PA 19382 
(484) 887‐7510 
(610) 431‐2852 (fax) 
 

 



 
cc:  Jean Occidental, NYSDEC Division of Water 

William Spitz, NYSDEC – Region 1 Water Engineer 
Gerard Ennis, Nassau County Department of Public Works 
Richard Pfaender, Town of Oyster Bay 
Lora Fly, Navy Mid-Atlantic RPM 
Al Taormina, ECOR Solutions, Inc. 
GM-38 Project Site File 



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Discharge Monitoring Report 

November 2010

SPDES Parameters Daily 
Maximum

Units

Process Stream RW-1 RW-3 Influent Effluent
Well Depth ft 500 500 N/A N/A
Screened Interval ft 470-500 470-500 N/A N/A
Sampling Date
Average Flowrate GPM 775 251 1026 1066
Total Flow gallons NR NR 44,323,200 46,051,200
pH (range) 5.5 - 8.5 SU NR NR 5.9 7.6
1,1-Dichloroethane 5 µg/l 3.1 2.0 2.8 ND
1,2-Dichloroethane 0.6 µg/l 0.54 ND ND ND
1,1-Dichloroethene 5 µg/l 6.7 1.9 5.5 ND
Carbon Tetrachloride N/A µg/l 0.65 0.18 0.54 ND
cis 1,2-Dichloroethene 5 µg/l 68.2 2.2 52.1 ND
trans 1,2-Dichloroethene 5 µg/l 1.2 ND 0.9 ND
Tetrachloroethene 5 µg/l 112 ND 85 ND
1,1,1-Trichloroethene 5 µg/l 7.8 1.1 6.2 ND
Trichloroethene 5 µg/l 430 328 405 ND
Vinyl Chloride 2 µg/l 8.0 ND 6.0 ND
Mercruy 0.25 µg/l < 0.20 <0.20 <0.20 <0.20

Notes:
J, B - Estimated result less than reporting limit
ND - Not Detected
NR - Not Recorded
N/A - Not Applicable

November 2010

11/23/10



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Air Sampling Results 

November 2010

DAR Parameters SGC Units
Process Stream Influent Effluent
Sampling Date
Average Flowrate CFM 9240

Total Flow ft3 NR 399,168,000

Total Flow m3 NR 11,296,454

Trichloroethene 14000 µg/m3 7300 29

Tetrachloroethene 1000 µg/m3 4600 6.5

Vinyl Chloride 180000 µg/m3 74 ND

trans 1,2-Dichloroethene - µg/m3 ND ND

cis 1,2-Dichloroethene - µg/m3 550 9.2

1,2-Dichloroethene (total) - µg/m3 550 9.2

1,2-Dichloroethane - µg/m3 ND ND

Toluene 37000 µg/m3 ND ND

Xylene 4300 µg/m3 ND ND

1,1,2-Trichloroethane - µg/m3 ND ND

Notes:
ND - Not detected
NR - Not recorded
SGC - Short-term Guideline Concentration

November 2010

11/23/10



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Controlled Stack Emissions 

November 2010

DAR Parameters Discharge 
Limit

Units November 2010

Sampling Date 11/23/10
Average Flowrate CFM 9240

Total Flow ft3 399,168,000

Total Flow m3 11,296,454
Trichloroethene 0.09 lb/hr 0.0010
Tetrachloroethene 0.02 lb/hr 0.0002
Vinyl Chloride 0.01 lb/hr 0.00
1,2 Dichloroethene 0.03 lb/hr 0.000318
1,2-Dichloroethane BRT lb/hr 0.00
Toluene BRT lb/hr 0.00
Xylene BRT lb/hr 0.00
1,1,2-Trichloroethane BRT lb/hr 0.00

Notes:
BRT - Below reporting thresholds



 
January 18, 2011 
 
 
Mr. Steven Scharf 
New York State Department of Environmental Conversation 
Division of Environmental Remediation 
Remedial Action, Bureau A 
625 Broadway  
Albany, NY 12233-7015 
 
 
SUBJECT:  GM-38 GROUNDWATER REMEDIATION AT NWIRP BETHPAGE, NY 

MONTHLY REPORT ON GROUNDWATER AND AIR DISCHARGE 
FOR DER SITE # 1-30-003B-OU 2 
 

Dear Mr. Scharf: 
 
In accordance with groundwater treatment system operational requirements for DER Site # 1-30-
003B-OU 2, ECOR Federal Services, LLC. (ECOR) on behalf of the United States Department 
of the Navy is submitting this monthly report of the groundwater and air discharge results for the 
GM-38 system.  The enclosed data, presented as Attachment 1, is for treatment system 
operations from December 1 through December 31, 2010.  
 
The SPDES discharge criteria and air permit equivalent permit are also included for your 
reference as Attachments 2 and 3, respectively.  All constituents were within permit limitations.  
 
Please do not hesitate contact me with any questions regarding this letter or report at office 
phone # 610-840-9200 or via email at lapp@ecor-solutions.com  
 
Sincerely, 
ECOR Federal Services, LLC. 
 

 
Matthew Lapp 
Project Engineer 
 
Attachments: Groundwater and Air Sampling Results from December 1 - 31, 2010 
 
cc:  Jean Occidental, NYSDEC Division of Water 

William Spitz, NYSDEC – Region 1 Water Engineer 
Gerard Ennis, Nassau County Department of Public Works 
Richard Pfaender, Town of Oyster Bay 
Lora Fly, Navy Mid-Atlantic RPM 
Al Taormina, ECOR Solutions, Inc. 
GM-38 Project Site File 

Environmental
Construction 
Operation & 
Remediation 
 
ECOR Federal Services, LLC 
21 S High St, 2nd Floor 
 West Chester, PA 19382 
(484) 887‐7510 
(610) 431‐2852 (fax) 
 

 



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Discharge Monitoring Report 

December 2010

SPDES Parameters Daily 
Maximum

Units

Process Stream
Well Depth ft
Screened Interval ft
Sampling Date
Average Flowrate GPM 816 262
Total Flow gallons NR NR
pH (range) 5.5 - 8.5 SU NR NR 5.9 7.1
1,1-Dichloroethane 5 µg/l 3.0 1.7 2.7 ND
1,2-Dichloroethane 0.6 µg/l ND ND ND ND
1,1-Dichloroethene 5 µg/l 7.3 1.5 5.9 ND
Carbon Tetrachloride N/A µg/l 0.8 J 0.19 J 0.65 J ND
cis 1,2-Dichloroethene 5 µg/l 61.5 2.1 47.1 ND
trans 1,2-Dichloroethene 5 µg/l 0.93 J ND 0.7 ND
Tetrachloroethene 5 µg/l 112 ND 85 ND
1,1,1-Trichloroethene 5 µg/l 8.9 1.3 7.1 ND
Trichloroethene 5 µg/l 415 314 390 0.58 J
Vinyl Chloride 2 µg/l 7.2 ND 5.5 ND
Mercruy 0.25 µg/l < 0.20 <0.20 <0.20 <0.20

Notes:
J, B - Estimated result less than reporting limit
ND - Not Detected
NR - Not Recorded
N/A - Not Applicable

N/A
N/A

48,102,080
1078

December 2010

Effluent
N/A
N/A

1151
51,375,680

12/29/10

RW-1
500

470-500

RW-3
500

470-500

Influent



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Air Sampling Results 

December 2010

DAR Parameters SGC Units
Process Stream Influent Effluent
Sampling Date
Average Flowrate CFM 9415

Total Flow ft3 NR 420,300,480

Total Flow m3 NR 11,894,504

Trichloroethene 14000 µg/m3 11000 12

Tetrachloroethene 1000 µg/m3 14000 6.4

Vinyl Chloride 180000 µg/m3 58 ND

trans 1,2-Dichloroethene - µg/m3 ND ND

cis 1,2-Dichloroethene - µg/m3 790 11

1,2-Dichloroethene (total) - µg/m3 790 11

1,2-Dichloroethane - µg/m3 ND ND

Toluene 37000 µg/m3 ND ND

Xylene 4300 µg/m3 ND ND

1,1,2-Trichloroethane - µg/m3 ND ND

Notes:
ND - Not detected
NR - Not recorded
SGC - Short-term Guideline Concentration

December 2010

12/15/10



GM-38 Area Groundwater Remediation
Groundwater Treatment Plant

Naval Weapons Industrial Reserve Plant - Bethpage, NY
Controlled Stack Emissions 

December 2010

DAR Parameters Discharge 
Limit

Units December 2010

Sampling Date 12/15/10
Average Flowrate CFM 9415

Total Flow ft3 420,300,480

Total Flow m3 11,894,504
Trichloroethene 0.09 lb/hr 0.0004
Tetrachloroethene 0.02 lb/hr 0.0002
Vinyl Chloride 0.01 lb/hr 0.00
1,2 Dichloroethene 0.03 lb/hr 0.0004
1,2-Dichloroethane BRT lb/hr 0.00
Toluene BRT lb/hr 0.00
Xylene BRT lb/hr 0.00
1,1,2-Trichloroethane BRT lb/hr 0.00

Notes:
BRT - Below reporting thresholds
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FROM: Jean Occ:dental, DOW, Bureau of Water Permits

SUBJECT: Naval Weapons Industrial Reserve Plant (NWTRP); DER Site # 1-01-001

DRAINAGE BASIN: na

DATE: June 6, 2008

In response to your request and the permittee’s SPDES Permit Equivalent Application
dated April 27, 2008, attached is the effluent criteria for the above noted groundwater remediation
discharge.

The Division of Water does not have any regulatory authority over a discharge from a State,
PRP. or Federal Superfund Site. The Division of Environmental Remediation will be responsible
for ensuring compliance with the attached effluent criteria and approval of all engineering

submissions. Additional Condition (1) identifies the contact to send all effluent results,

engineering submissions, and modification requests. The Regional Water Engineer should be kept

appraised of the status of these discharges and, in accordance with the attached criteria, receive a
copy of the effluent results for informational purposes.

If you have any questions, please call meat (518) 402-8116.

Attachment

cc: (w’att) RWE, Region I
C. Webber
BWP Permit Coordinator

New York State Department of Environmental Conservation
I

Division of Water
Bureau of Water Permits, 4 Floor
625 Broadway, Abany New York 12233-3505

__________

Phone: (518)402811 • FAX: (58) 402-9029
—AexandGarrs

Website: iw dec.state.nyus 7 omrssner

MEMORANDUM -
2C03

TO: Steven Scharf, DER

JUN 09 2009 15:52 5194029627 PflGE. 02
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Naval Weapons Industrial Reserve Plant DER site 1-01-001
Page i of2

EFFLUENT LIMITATIONS AND MONITORING REQUIRFMENTS

During the period beginning April 1, 2009

and Iastrng until: April l. 2014

the discharges from the treatment facility to Gro.indwater sl’all be limited and monitored by the operator
as specified below:

Limitations Minimum Monitoring
Requirements

OutfaU and Parameters Units
: Measuremeni Sample Type

Daily Avg. Daily Max. Frequency

Treated Groundwater Remediation Discharge from: Recovery Wells 1, 2, and 3

Flow Monitor 1 1CO GPM Continuous Recorder

pH (range) 5,5 - 8.5 SU Weekly Grab

l.1-Dichloroethane NA 5 JglI Monthly Grab

1.2-Dachloroethane NA C.6 pg/I Monthly Grab

1 1 -Dachloroetherie NA 5 pg/I Monthly Grab

cis- I ,2-Dichloroethene NA 5 pg/I Monthly Grab

trans-l,2-Dichloroethone NA 5 pg/I Monthly Grab

Tetrachioroethene NA 5 pg/I Monthly Grab

1,1,1-Trichioroethane NA 5 pg/I Monthly Grab

Trichloroetherie NA 5 pg/I Monthly Grab

Vinyl chloride NA 2 pg/L Monthly Grab

Mercury NA 0.25 pg/ Monthlv Grab

Foo:notes

(1) The minimum measurement frequency shall be monthly following a period of 24 consecutive weekly sampling

events showing no exceedances of the stated discharge limitations.

JUN 09 2009 1552 519402962? PflGE.03
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Naval Weapons lndstria1 Reserve Plant DER site 1-01 -001
Page 1 of2

Additional Conditions:

(1) Discharge is not authorized until such time as an engineering submission showing the method
of treatment is approved by the Department. The discharge rate may not exceed the effective
or design treatment system capacity. Al: monitoring data, engineering submissions and
modification requests must be submitted to:

Steven Scharf
Division of Environmental Remediation
NYSDEC, 625 Broadway
Abany. NY 12233-7015
Phone: (518) 402-9620

With a copy sent to:

Regional Water Engineer
NYS DEC - Region 1
Building 40, SUNY Campus
Stony Brook, New York 11790-2356
Phone: (631) 444-0354

(2) Only site generated wastewater is authorized for treatment and discharge.

(3) Authorization to discharge is valid only for the period noted above but may be renewed if
appropriate. A request for renewal must be received 6 months prior to the expiration date to
allow for a review of monitoring data and reassessment of monitoring requirements.

(4) Any use of corrosion/scale inhibitors, biocidal-type compounds, or other water treatment
chemicals used in the treatment process must be approved by the department prior to use.

(5) This discharge and administration of this discharge must comply with the substantive
requirements of ÔNYCRR Part 750.

THM Oq Ot 1: 5184029627 PflGE.04



 

 
 
 
 
 
 
 
 
 
 

APPENDIX B 
NYSDEC Air Permit Equivalent Approval 









































 

 
 
 
 
 
 
 
 
 
 

APPENDIX C 
Field Data Sheets 

































 

 
 
 
 
 
 
 
 
 
 

APPENDIX D 
Validation Report 



Page 1 of 5                                          ECOR Solutions, Inc. 
SDG #: JA61273 

 
 

 
 

VOLATILE ORGANIC COMPOUNDS 
USEPA Region II – Tier II Data Validation 

 
 
Project Name: Naval Weapons Industrial Reserve Plant, GM-38 Area-LTM 
 
Location:  100 Broadway, Bethpage, NY 
 
Project Number: EF032.300 
 
SDG #:  JA61273 
 
Client:   ECOR Solutions, Inc. 
  
Date:     12/08/2010 
 
Laboratory:               Accutest Laboratories, Dayton, NJ 
    
Reviewer:                   Samir A. Naguib 
 
 
Summary: 
 
1. Tier II data validation was performed on the data for five (5) water samples, one (1) trip 

blank and one (1) field blank analyzed for Volatiles by EPA Method 624. 
 
2. The samples were collected on 11/09 and 10/2010. The samples were submitted to 

Accutest Laboratories, Dayton, NJ on 11/11/2010 for analysis. 
 

3. The USEPA Region II SOP HW-24, Revision No.: 2, August 2008: Validating Volatile 
Organic Compounds by SW-846 Method 8260B; USEPA National Functional Guidelines 
for Organic Data Review, EPA 540/R-99/008, October 1999; EPA Method 624 and 
Quality Assurance Project Plan for GM-38 Area, Naval Weapons Industrial Reserve 
Plant, Bethpage, NY; September 3, 2009 were used in evaluating the Volatiles data in 
this summary report. 

 
4. In general, the data are valid as reported and may be used for decision making purposes. 

Selected data points were qualified due to nonconformance of certain Quality Control 
criteria (See discussion below). 

 
 
 
 



Page 2 of 5                                          ECOR Solutions, Inc. 
SDG #: JA61273 

 
 

Samples: 
 
The samples included in this review are listed below: 
 
Client Sample ID Laboratory 

Sample ID 
Collection 

Date 
Matrix Sample Status 

NWIRP-GM38-GW-RW3-
MW2-110910 

JA61273-1 11/09/10 Water  

NWIRP-GM38-GW-RW3-
MW2-DUP 

JA61273-2 11/09/10 Water Field Duplicate of sample 
NWIRP-GM38-GW-RW3-MW2-

110910 
NWIRP-GM38-GW-RW3-

MW1-110910 
JA61273-3 11/09/10 Water  

NWIRP-GM38-GW-FB-110910 JA61273-4 11/09/10 Water Field Blank 
NWIRP-GM38-GW-RW1-

MW1-111010 
JA61273-5 11/10/10 Water  

NWIRP-GM38-GW-RW1-
MW3-111010 

JA61273-6 11/10/10 Water  

NWIRP-GM38-GW-TB-111010 JA61273-7 11/10/10 Water Trip Blank 
 
Sample Conditions/Problems: 
 
1. The Traffic Reports/Chain-of-Custody Records, Sampling Report and/or Laboratory Case 

Narrative did not indicate any problems with sample receipt, condition of samples, 
analytical problems or special circumstances affecting the quality of the data. No 
qualifications were required. 

  

 
Holding Times: 
 
1.   All water samples were analyzed within 14days from sample collection. No 

qualifications were required. 
 
2. All water samples were properly preserved (pH<2.0). No qualifications were required. 
 
 
GC/MS Tuning:   
 
1.  All of the BFB tunes in the initial and continuing calibrations met the percent relative 

abundance criteria. No qualifications were required. 
 
 
 
 
 



Page 3 of 5                                          ECOR Solutions, Inc. 
SDG #: JA61273 

 
 

Initial Calibration: 
 
1. Initial calibration curve analyzed on 10/19/2010 (GCMST) exhibited acceptable %RSD 

and average RRF values for all compounds. No qualifications were required.  
 
 
Initial Calibration Verification (ICV): 
 
1. Initial calibration verification analyzed on 10/19/2010 (GCMST) exhibited acceptable 

%Ds (25.0%). No qualifications were required. 
 
 
Continuing Calibration Verification (CCV): 
 
1. CCV analyzed on 11/19/2010 @10:54AM (GCMST) exhibited acceptable %Ds 

(15.0%) for all compounds. No qualifications were required. 
 
 
Surrogates:   
 
1.   All surrogates %REC’s values for all water samples and associated QC were within the 

laboratory control limits. No qualifications were required. 
 
 
Internal Standard (IS) Area Performance:   
 
1. All samples exhibited acceptable area count for all five internal standards. No 

qualifications were required. 
 
 
Method Blank (MB), Storage Blank (SB), Trip Blank (TB), Field Blank (FB), Rinsate 
Blank (RB) and Equipment Blank (EB): 
 
1. Method Blank (VT6088-MB1) analyzed on 11/19/2010 was free of contamination. No 

qualifications were required. 
 
 
 
 
 
 
 
 
 



Page 4 of 5                                          ECOR Solutions, Inc. 
SDG #: JA61273 

 
 

Method Blank (MB), Storage Blank (SB), Trip Blank (TB), Field Blank (FB), Rinsate 
Blank (RB) and Equipment Blank (EB) (cont.): 
 
2. Field Blank (NWIRP-GM38-GW-FB-110910) (JA61273-4) was analyzed on 11/19/2010. 

 
 
Compound Result 

(g/l) 

Action Level 
(CRQL)* 

(g/l) 

Sample  
Affected 

Action
 

Cis-1,2-Dichloroethene 0.30 1.0 NWIRP-GM38-GW-RW3-MW2-110910 
NWIRP-GM38-GW-RW3-MW2-DUP 

NWIRP-GM38-GW-RW3-MW1-110910 
NWIRP-GM38-GW-RW1-MW3-111010 

U 
U 
U 
U 

1,2-Dichloroethene (total) 0.30 1.0 NWIRP-GM38-GW-RW3-MW2-110910 
NWIRP-GM38-GW-RW3-MW2-DUP 

NWIRP-GM38-GW-RW3-MW1-110910 
NWIRP-GM38-GW-RW1-MW3-111010 

U 
U 
U 
U 

Trichloroethene 0.85 1.0 None None 
*=   If sample concentration less than the Action Level (AL), then sample result qualified as 

non-detect (U). If sample concentration greater than the Action Level (AL) or sample 
result was not detected, no qualifications/action required 

 
3. Trip Blank (NWIRP-GM38-GW-TB-111010) (JA61273-7) analyzed on 11/19/2010 was 

free of contamination. No qualifications were required. 
 
Laboratory Control Sample (LCS)/ Laboratory Control Sample Duplicate (LCSD): 
 
1.  Laboratory Control Sample (VT6088-BS) was analyzed on 11/19/2010.  All %REC’s 

were within the laboratory control limits. No qualifications were required. 
 
 
Field Duplicate: 
 
1.  Sample NWIRP-GM38-GW-RW3-MW2-DUP (JA61273-2) was collected as field 

duplicate for sample NWIRP-GM38-GW-RW3-MW2-110910 (JA61273-1). 
Trichloroethene RPD was <50%. No qualifications were required. 

 

Field Sample Analyte Analytical Method Result Units Field Duplicate Result Units RPD Qualifier 

NWIRP-GM38-GW-RW3-MW2-
110910 Trichloroethene EPA 624 60.9 g/l

NWIRP-GM38-GW-RW3-
MW2-DUP 58.2 g/l 4.5 None 

 
 
 
 
 



Page 5 of 5                                          ECOR Solutions, Inc. 
SDG #: JA61273 

 
 

Matrix Spike (MS)/ Matrix Spike Duplicate (MSD): 
 
1. Matrix Spike (MS) and Matrix Spike Duplicate (MSD) were performed on sample 

NWIRP-GM38-GW-RW3-MW1-110910 (JA61273-3). All %RECs and RPDs were 
within the laboratory control limits.  No qualifications were required.  

 
 
Compound Quantitation and Reported Contract Required Quantitation Limits (CRQLs): 
 
1. All results were within the linear calibration range. No qualifications were required. 
 
 
Target Compound Identification: 
 
1. All Relative Retention Times (RRTs) of the reported compounds were within 0.06 

RRT units of the standard (opening CCV). 
 

2. Sample compound spectra were compared against the laboratory standard spectra. 
 
3. No QC deviations were observed. 
 
 
 
Comments: 
 
1. Validation qualifiers (if required) were entered into the EDD for SDG: JA61273. 
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TRACE METALS  

USEPA Region II – Tier II Data Validation 
 
 
Project Name: Naval Weapons Industrial Reserve Plant, GM-38 Area-LTM 
  
Location:   100 Broadway, Bethpage, NY 
 
Project Number: EF032.300 
 
SDG #:  JA61273 
 
Client:   ECOR Solutions, Inc. 
  
Date:     12/08/2010 
 
Laboratory:               Accutest Laboratories, Dayton, NJ 
    
Reviewer:                   Samir A. Naguib 
 
 
Summary: 
 
1. Tier II data validation was performed on the data for five (5) water samples and one (1) 

field blank analyzed for Mercury by SW-846 Method 7470A. 
 

2. The samples were collected on 11/09 and 10/2010. The samples were submitted to 
Accutest Laboratories, Dayton, NJ on 11/11/2010 for analysis. 

 
3. The USEPA Region II SOP No. HW-2, Revision 13, September 2006, for Evaluation of 

Metals Data for Contract Laboratory Program (CLP), based on SOW-ILM05.3 (SOP 
Revision 13) and Quality Assurance Project Plan for GM-38 Area, Naval Weapons 
Industrial Reserve Plant, Bethpage, NY; September 3, 2009 were used in evaluating the 
Mercury data in this summary report. 

 
4. In general, the data are valid as reported and may be used for decision making purposes. 

Selected data points were qualified due to nonconformance of certain Quality Control 
criteria (See discussion below). 
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Samples: 
 
The samples included in this review are listed below: 
 

Client Sample ID Laboratory 
Sample ID 

Collection 
Date 

Matrix Sample Status 

NWIRP-GM38-GW-RW3-MW2-
110910 

JA61273-1 11/09/10 Water  

NWIRP-GM38-GW-RW3-MW2-
DUP 

JA61273-2 11/09/10 Water Field Duplicate of sample NWIRP-
GM38-GW-RW3-MW2-110910 

NWIRP-GM38-GW-RW3-MW1-
110910 

JA61273-3 11/09/10 Water  

NWIRP-GM38-GW-FB-110910 JA61273-4 11/09/10 Water Field Blank 
NWIRP-GM38-GW-RW1-MW1-

111010 
JA61273-5 11/10/10 Water  

NWIRP-GM38-GW-RW1-MW3-
111010 

JA61273-6 11/10/10 Water  

 
Sample Conditions/Problems: 
 
1. The Traffic Reports/Chain-of-Custody Records, Sampling Report and/or Laboratory Case 

Narrative did not indicate any problems with sample receipt, condition of samples, 
analytical problems or special circumstances affecting the quality of the data. No 
qualifications were required. 

 

 
Holding Times: 
 
1. All water samples were digested and analyzed within the 28days holding times for 

Mercury. No qualifications were required. 
 
 
Initial and Continuing Calibration Verification (ICV and CCV): 
 
Mercury: 
 
1. The correlation coefficient for the calibration curve for mercury was 0.995. No 

qualifications were required. 
 
2. ICV and CCVs were analyzed at the appropriate frequency. All ICVs and CCVs %REC 

values were within the QC limits (80-120%).  No qualifications were required. 
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CRQL Check Standard (CRI): 
 
1. The CRI %REC analyzed on 12/01/2010 was within the control limits (50-150%). No 

qualifications were required. 
 
 
Blanks (Method Blank, ICB and CCB): 
 
1. All ICB and CCBs were free of contamination. No qualifications were required. 
 
2.  Method Blank (MP55939) digested on 12/01/2010 was free of contamination. No 

qualifications were required. 
 
 
Field Blank (FB) and Equipment Blank (EB): 
 
1.  Field Blank (NWIRP-GM38-GW-FB-110910) (JA61273-4) analyzed on 12/01/2010 was 

free of contamination. No qualifications were required. 
 
 
Laboratory Control Sample (LCS)/ Laboratory Control Sample Duplicate (LCSD): 
 
1. Mercury %REC in Laboratory Control Sample (MP55939) was within the laboratory 

control limits. No qualifications were required. 
 
 
Field Duplicate: 
 
1. Sample NWIRP-GM38-GW-RW3-MW2-DUP (JA61273-2) was collected as field 

duplicate for sample NWIRP-GM38-GW-RW3-MW2-110910 (JA61273-1).  Both 
samples were reported as non-detects. No qualifications were required. 

 
 
 
Matrix Spike (MS)/ Matrix Spike Duplicate (MSD): 
 
1. Matrix Spike (MS) and Matrix Spike Duplicate (MSD) were performed on sample 

NWIRP-GM38-GW-RW3-MW1-110910 (JA61273-3). All %RECs and RPD were 
within the laboratory control limits. No qualifications were required. 

 
  
Laboratory Duplicate: 
 
1. MS and MSD were performed instead to calculate RPD. 
 



Page 4 of 4                                          ECOR Solutions, Inc. 
SDG #: JA61273 

 

 
Compound Quantitation and Reported Detection Limits: 
 
1. All sample results were reported within the linear calibration range.  
 
 
Comments: 
  
1. Validation qualifiers (if required) were entered into the EDD for SDG: JA61273. 
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GENERAL CHEMISTRY 

USEPA Region II – Tier II Data Validation 
 
 
Project Name: Naval Weapons Industrial Reserve Plant, GM-38 Area-LTM  
 
Location:   100 Broadway, Bethpage, NY 
 
Project Number: EF032.300 
 
SDG #:  JA61273 
 
Client:   ECOR Solutions, Inc. 
  
Date:     12/08/2010 
 
Laboratory:               Accutest Laboratories, Dayton, NJ 
    
Reviewer:                   Samir A. Naguib 
 
 
Summary: 
 
1. Tier II data validation was performed on the data for five (5) water samples and one (1) 

field blank analyzed for Solids, Total Suspended (TSS) by SM20th 2540D. 
 

2. The samples were collected on 11/09 and 10/2010. The samples were submitted to 
Accutest Laboratories, Dayton, NJ on 11/11/2010 for analysis. 

 
3. The USEPA Region II SOP No. HW-2, Revision 13, September 2006, for Evaluation of 

Metals Data for Contract Laboratory Program (CLP), based on SOW-ILM05.3 (SOP 
Revision 13) was used in evaluating the Solids, Total Suspended data in this summary 
report. 

 
4. In general, the data are valid as reported and may be used for decision making purposes. 

Selected data points were qualified due to nonconformance of certain Quality Control 
criteria (See discussion below). 
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Samples: 
 
The samples included in this review are listed below: 
 
Client Sample ID Laboratory 

Sample ID 
Collection 

Date 
Matrix Sample Status 

NWIRP-GM38-GW-RW3-
MW2-110910 

JA61273-1 11/09/10 Water  

NWIRP-GM38-GW-RW3-
MW2-DUP 

JA61273-2 11/09/10 Water Field Duplicate of sample 
NWIRP-GM38-GW-RW3-MW2-

110910 
NWIRP-GM38-GW-RW3-

MW1-110910 
JA61273-3 11/09/10 Water  

NWIRP-GM38-GW-FB-110910 JA61273-4 11/09/10 Water Field Blank 
NWIRP-GM38-GW-RW1-

MW1-111010 
JA61273-5 11/10/10 Water  

NWIRP-GM38-GW-RW1-
MW3-111010 

JA61273-6 11/10/10 Water  

 
Sample Conditions/Problems: 
 
1. The Traffic Reports/Chain-of-Custody Records, Sampling Report and/or Laboratory Case 

Narrative did not indicate any problems with sample receipt, condition of samples, 
analytical problems or special circumstances affecting the quality of the data. No 
qualifications were required. 

 

 
Holding Times: 
 
1. All water samples were analyzed within the 7days holding times for Solids, Total 

Suspended. No qualifications were required. 
 
Method Blank (MB), Storage Blank (SB), Field Blank (FB), Rinsate Blank (RB) and 
Equipment Blank (EB): 
 
1.  Method Blanks associated with Batch ID: GN44590 and GN44684 were free of 

contamination. No qualifications were required. 
 
2. Field Blank (NWIRP-GM38-GW-FB-110910) (JA61273-4) analyzed on 11/12/2010 was 

free of contamination. No qualifications were required. 
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Field Duplicate: 
 
1. Sample NWIRP-GM38-GW-RW3-MW2-DUP (JA61273-2) was collected as field 

duplicate for sample NWIRP-GM38-GW-RW3-MW2-110910 (JA61273-1).   
 

Field Sample Analyte Analytical Method Result Units Field Duplicate Result  Units  RPD Qualifier 

NWIRP-GM38-GW-RW3-MW2-
110910 TSS SM20th 2540 10.0 mg/l

NWIRP-GM38-GW-RW3-
MW2-DUP <4.0 mg/l  N/A J/UJ 

N/A= Not Applicable 
 
Laboratory Duplicate: 
 
1. Laboratory duplicate was performed on sample NWIRP-GM38-GW-RW3-MW2-DUP 

(JA61273-2). Both samples were reported as non-detects. No qualifications were 
required. 

 
2. Laboratory duplicate was performed on sample NWIRP-GM38-GW-RW3-MW1-110910 

(JA61273-3). Both samples were reported as non-detects. No qualifications were 
required. 

 
 
Compound Quantitation and Reported Detection Limits: 
 
1. All sample results were reported within the linear calibration range.  
 
 
Comments: 
  
1. Validation qualifiers (if required) were entered into the EDD for SDG: JA61273. 
 



NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,1,1-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,1,2-Trichloroethane 0.27 ug/l J 0.21 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,1-Dichloroethane ug/l U 0.30 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,1-Dichloroethene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,2-Dichloroethene (total) 0.92 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Bromomethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Carbon tetrachloride ug/l U 0.14 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Chlorobenzene ug/l U 0.26 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Chloroform ug/l U 0.17 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Chloromethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 cis-1,2-Dichloroethene 0.92 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Dibromochloromethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Styrene ug/l U 1.0 2.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Tetrachloroethene ug/l U 0.51 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 trans-1,2-Dichloroethene ug/l U 0.35 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Trichloroethene 60.9 ug/l 0.25 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Vinyl chloride ug/l U 0.16 1.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 EPA624 11/09/10 1 Xylenes (total) ug/l U 0.35 1.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 SM202540D 11/09/10 1 Solids, Total Suspended 10.0 mg/l J 4.0 4.0
NWIRP-GM38-GW-RW3-MW2-110910 JA61273-1 SW8467470A 11/09/10 1 Mercury ug/l U 0.20 0.20

NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,1,1-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,1,2-Trichloroethane 0.25 ug/l J 0.21 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,1-Dichloroethane ug/l U 0.30 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,1-Dichloroethene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,2-Dichloroethene (total) 0.92 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Bromomethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Carbon tetrachloride ug/l U 0.14 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Chlorobenzene ug/l U 0.26 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Chloroform ug/l U 0.17 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Chloromethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 cis-1,2-Dichloroethene 0.92 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Dibromochloromethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Styrene ug/l U 1.0 2.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Tetrachloroethene ug/l U 0.51 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 trans-1,2-Dichloroethene ug/l U 0.35 1.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Trichloroethene 58.2 ug/l 0.25 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Vinyl chloride ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 EPA624 11/09/10 1 Xylenes (total) ug/l U 0.35 1.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 SM202540D 11/09/10 1 Solids, Total Suspended mg/l UJ 4.0 4.0
NWIRP-GM38-GW-RW3-MW2-DUP JA61273-2 SW8467470A 11/09/10 1 Mercury ug/l U 0.20 0.20

NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,1,1-Trichloroethane 1.2 ug/l 0.21 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,1,2-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,1-Dichloroethane 1.4 ug/l 0.30 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,1-Dichloroethene 1.2 ug/l 0.24 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,2-Dichloroethene (total) 0.45 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Bromomethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Carbon tetrachloride 0.19 ug/l J 0.14 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Chlorobenzene ug/l U 0.26 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Chloroform 0.20 ug/l J 0.17 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Chloromethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 cis-1,2-Dichloroethene 0.45 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Dibromochloromethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Styrene ug/l U 1.0 2.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Tetrachloroethene 1.5 ug/l 0.51 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 trans-1,2-Dichloroethene ug/l U 0.35 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Trichloroethene 77.6 ug/l 0.25 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Vinyl chloride ug/l U 0.16 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 EPA624 11/09/10 1 Xylenes (total) ug/l U 0.35 1.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 SM202540D 11/09/10 1 Solids, Total Suspended mg/l U 4.0 4.0
NWIRP-GM38-GW-RW3-MW1-110910 JA61273-3 SW8467470A 11/09/10 1 Mercury ug/l U 0.20 0.20

NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,1,1-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,1,2-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,1-Dichloroethane ug/l U 0.30 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,1-Dichloroethene ug/l U 0.24 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,2-Dichloroethene (total) 0.30 ug/l 0.24 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Bromomethane ug/l U 0.23 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Carbon tetrachloride ug/l U 0.14 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Chlorobenzene ug/l U 0.26 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Chloroform ug/l U 0.17 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Chloromethane ug/l U 0.16 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 cis-1,2-Dichloroethene 0.30 ug/l J 0.24 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Dibromochloromethane ug/l U 0.23 1.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Styrene ug/l U 1.0 2.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Tetrachloroethene ug/l U 0.51 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 trans-1,2-Dichloroethene ug/l U 0.35 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Trichloroethene 0.85 ug/l J 0.25 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Vinyl chloride ug/l U 0.16 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 EPA624 11/09/10 1 Xylenes (total) ug/l U 0.35 1.0
NWIRP-GM38-GW-FB-110910 JA61273-4 SM202540D 11/09/10 1 Solids, Total Suspended mg/l U 4.0 4.0
NWIRP-GM38-GW-FB-110910 JA61273-4 SW8467470A 11/09/10 1 Mercury ug/l U 0.20 0.20

NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,1,1-Trichloroethane 0.53 ug/l J 0.21 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,1,2-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,1-Dichloroethane 3.0 ug/l 0.30 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,1-Dichloroethene 1.7 ug/l 0.24 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,2-Dichloroethene (total) 108 ug/l 0.24 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Bromomethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Carbon tetrachloride 0.17 ug/l J 0.14 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Chlorobenzene ug/l U 0.26 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Chloroform 0.56 ug/l J 0.17 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Chloromethane ug/l U 0.16 1.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 cis-1,2-Dichloroethene 107 ug/l 0.24 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Dibromochloromethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Styrene ug/l U 1.0 2.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Tetrachloroethene ug/l U 0.51 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 trans-1,2-Dichloroethene 1.3 ug/l 0.35 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Trichloroethene 84.2 ug/l 0.25 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Vinyl chloride 0.17 ug/l J 0.16 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 EPA624 11/10/10 1 Xylenes (total) ug/l U 0.35 1.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 SM202540D 11/10/10 1 Solids, Total Suspended mg/l U 4.0 4.0
NWIRP-GM38-GW-RW1-MW1-111010 JA61273-5 SW8467470A 11/10/10 1 Mercury ug/l U 0.20 0.20
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,1,1-Trichloroethane 0.26 ug/l J 0.21 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,1,2-Trichloroethane 0.55 ug/l J 0.21 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,1-Dichloroethane 2.3 ug/l 0.30 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,1-Dichloroethene 0.28 ug/l J 0.24 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,2-Dichloroethene (total) 0.55 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Bromomethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Carbon tetrachloride ug/l U 0.14 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Chlorobenzene ug/l U 0.26 1.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Chloroform 0.69 ug/l J 0.17 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Chloromethane ug/l U 0.16 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 cis-1,2-Dichloroethene 0.55 ug/l U 0.24 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Dibromochloromethane ug/l U 0.23 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Styrene ug/l U 1.0 2.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Tetrachloroethene ug/l U 0.51 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 trans-1,2-Dichloroethene ug/l U 0.35 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Trichloroethene 0.91 ug/l J 0.25 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Vinyl chloride ug/l U 0.16 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 EPA624 11/10/10 1 Xylenes (total) ug/l U 0.35 1.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 SM202540D 11/10/10 1 Solids, Total Suspended mg/l U 4.0 4.0
NWIRP-GM38-GW-RW1-MW3-111010 JA61273-6 SW8467470A 11/10/10 1 Mercury ug/l U 0.20 0.20

NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,1,1-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,1,2,2-Tetrachloroethane ug/l U 0.16 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,1,2-Trichloroethane ug/l U 0.21 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,1-Dichloroethane ug/l U 0.30 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,1-Dichloroethene ug/l U 0.24 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,2-Dichloroethane ug/l U 0.53 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,2-Dichloroethene (total) ug/l U 0.24 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 1,2-Dichloropropane ug/l U 0.12 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 2-Butanone (MEK) ug/l U 1.7 5.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 2-Hexanone ug/l U 1.7 5.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 4-Methyl-2-pentanone(MIBK) ug/l U 1.4 5.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Acetone ug/l U 3.9 5.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Benzene ug/l U 0.27 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Bromodichloromethane ug/l U 0.29 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Bromoform ug/l U 0.19 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Bromomethane ug/l U 0.23 1.0
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NAVAL WEAPONS INDUSTRIAL RESERVE PLANT 
BETHPAGE-GM-38 AREA-LTM

100 BROADWAY, BETHPAGE, NY
DATA SUMMARY TABLE

AQUEOUS 
SDG: JA61273

Sample Name Lab ID Analytical Sample Dilution Analyte Result Unit Qualifier MDL RL
Method Date Factor

NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Carbon disulfide ug/l U 0.25 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Carbon tetrachloride ug/l U 0.14 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Chlorobenzene ug/l U 0.26 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Chloroethane ug/l U 0.47 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Chloroform ug/l U 0.17 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Chloromethane ug/l U 0.16 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 cis-1,2-Dichloroethene ug/l U 0.24 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 cis-1,3-Dichloropropene ug/l U 0.19 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Dibromochloromethane ug/l U 0.23 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Ethylbenzene ug/l U 0.22 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Methylene chloride ug/l U 0.17 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Styrene ug/l U 1.0 2.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Tetrachloroethene ug/l U 0.51 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Toluene ug/l U 0.24 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 trans-1,2-Dichloroethene ug/l U 0.35 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 trans-1,3-Dichloropropene ug/l U 0.20 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Trichloroethene ug/l U 0.25 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Vinyl chloride ug/l U 0.16 1.0
NWIRP-GM38-GW-TB-111010 JA61273-7 EPA624 11/10/10 1 Xylenes (total) ug/l U 0.35 1.0
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Sample Summary

Ecor Solutions
Job No: JA60709

GM-38, 100 Broadway, Bethpage, NY
Project No:   EF032-300

Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID

JA60709-1 11/03/10 10:48 GG 11/04/10 AQ Ground Water NW1RP-GM-38-GW-RW3-MW3-
110310

JA60709-2 11/03/10 09:40 GG 11/04/10 AQ Ground Water NW1RP-GM-38-GW-RW2-MW1-
110310

JA60709-3 11/03/10 11:50 GG 11/04/10 AQ Ground Water NW1RP-GM-38-GW-RW3-MW4-
110310

JA60709-4 11/03/10 11:50 GG 11/04/10 AQ Trip Blank Water NW1RP-GM-38-GW-TB-110310

Draft: 1 of 16



Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 2     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW3-110310 
Lab Sample ID: JA60709-1 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T152919.D 1 11/12/10 JNW n/a n/a VT6075
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane 1.0 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene ND 1.0 0.24 ug/l
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) ND 1.0 0.24 ug/l
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound

Draft: 2 of 16



Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 2 of 2     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW3-110310 
Lab Sample ID: JA60709-1 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 8.5 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 109% 64-135%
2037-26-5 Toluene-D8 (SUR) 100% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 100% 72-122%
1868-53-7 Dibromofluoromethane (S) 102% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound

Draft: 3 of 16



Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW3-110310 
Lab Sample ID: JA60709-1 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 11/23/10 11/23/10 VK EPA 245.1 1 EPA 245.1 2

(1) Instrument QC Batch: MA25411
(2) Prep QC Batch: MP55761

RL = Reporting Limit

Draft: 4 of 16



Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW3-110310 
Lab Sample ID: JA60709-1 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/08/10 DD SM20 2540D

RL = Reporting Limit           
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 2     

Client Sample ID: NW1RP-GM-38-GW-RW2-MW1-110310 
Lab Sample ID: JA60709-2 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T152920.D 1 11/12/10 JNW n/a n/a VT6075
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene 0.58 1.0 0.27 ug/l J
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane 0.42 1.0 0.30 ug/l J
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene 0.55 1.0 0.24 ug/l J
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 0.55 1.0 0.24 ug/l J
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene 0.50 1.0 0.24 ug/l J
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 2 of 2     

Client Sample ID: NW1RP-GM-38-GW-RW2-MW1-110310 
Lab Sample ID: JA60709-2 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene ND 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 105% 64-135%
2037-26-5 Toluene-D8 (SUR) 98% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 100% 72-122%
1868-53-7 Dibromofluoromethane (S) 99% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound

Draft: 7 of 16



Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NW1RP-GM-38-GW-RW2-MW1-110310 
Lab Sample ID: JA60709-2 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 11/23/10 11/23/10 VK EPA 245.1 1 EPA 245.1 2

(1) Instrument QC Batch: MA25411
(2) Prep QC Batch: MP55761

RL = Reporting Limit

Draft: 8 of 16



Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NW1RP-GM-38-GW-RW2-MW1-110310 
Lab Sample ID: JA60709-2 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended 7.0 4.0 mg/l 1 11/08/10 DD SM20 2540D

RL = Reporting Limit           
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 2     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW4-110310 
Lab Sample ID: JA60709-3 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T152921.D 1 11/12/10 JNW n/a n/a VT6075
Run #2 T152955.D 5 11/12/10 JNW n/a n/a VT6076

Purge Volume
Run #1 5.0 ml
Run #2 5.0 ml

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform 0.32 1.0 0.17 ug/l J
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane 1.8 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene 0.86 1.0 0.24 ug/l J
156-59-2 cis-1,2-Dichloroethene 1.6 1.0 0.24 ug/l
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 1.6 1.0 0.24 ug/l
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane 0.67 1.0 0.21 ug/l J
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 2 of 2     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW4-110310 
Lab Sample ID: JA60709-3 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 308 a 5.0 1.2 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 108% 97% 64-135%
2037-26-5 Toluene-D8 (SUR) 98% 100% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 102% 101% 72-122%
1868-53-7 Dibromofluoromethane (S) 102% 96% 76-120%

(a) Result is from Run# 2

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW4-110310 
Lab Sample ID: JA60709-3 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 11/23/10 11/23/10 VK EPA 245.1 1 EPA 245.1 2

(1) Instrument QC Batch: MA25411
(2) Prep QC Batch: MP55761

RL = Reporting Limit
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NW1RP-GM-38-GW-RW3-MW4-110310 
Lab Sample ID: JA60709-3 Date Sampled: 11/03/10 
Matrix: AQ - Ground Water       Date Received: 11/04/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/08/10 DD SM20 2540D

RL = Reporting Limit           
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 1 of 2     

Client Sample ID: NW1RP-GM-38-GW-TB-110310 
Lab Sample ID: JA60709-4 Date Sampled: 11/03/10 
Matrix: AQ - Trip Blank Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T152926.D 1 11/12/10 JNW n/a n/a VT6075
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane ND 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene ND 1.0 0.24 ug/l
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) ND 1.0 0.24 ug/l
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Accutest LabLink@19:27 29-Nov-2010 Preliminary Data

Report of Analysis Page 2 of 2     

Client Sample ID: NW1RP-GM-38-GW-TB-110310 
Lab Sample ID: JA60709-4 Date Sampled: 11/03/10 
Matrix: AQ - Trip Blank Water       Date Received: 11/04/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene ND 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 105% 64-135%
2037-26-5 Toluene-D8 (SUR) 99% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 100% 72-122%
1868-53-7 Dibromofluoromethane (S) 101% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Accutest LabLink@16:10 06-Dec-2010 Preliminary Data

Sample Summary

Ecor Solutions
Job No: JA61273

GM-38, 100 Broadway, Bethpage, NY
Project No:   EF032-300

Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID

JA61273-1 11/09/10 15:35 GG 11/11/10 AQ Ground Water NWIRP-GM38-GW-RW3-MW2-
110910

JA61273-2 11/09/10 15:35 GG 11/11/10 AQ Ground Water NWIRP-GM38-GW-RW3-MW2-DUP

JA61273-3 11/09/10 16:20 GG 11/11/10 AQ Ground Water NWIRP-GM38-GW-RW3-MW1-
110910

JA61273-3D 11/09/10 16:20 GG 11/11/10 AQ Water Dup/MSD NWIRP-GM38-GW-RW3-MW1-
110910

JA61273-3S 11/09/10 16:20 GG 11/11/10 AQ Water Matrix Spike NWIRP-GM38-GW-RW3-MW1-
110910

JA61273-4 11/09/10 17:00 GG 11/11/10 AQ Field Blank Water NWIRP-GM38-GW-FB-110910

JA61273-5 11/10/10 10:20 GG 11/11/10 AQ Ground Water NWIRP-GM38-GW-RW1-MW1-
111010

JA61273-6 11/10/10 11:40 GG 11/11/10 AQ Ground Water NWIRP-GM38-GW-RW1-MW3-
111010

JA61273-7 11/10/10 11:40 GG 11/11/10 AQ Trip Blank Water NWIRP-GM38-GW-TB-111010
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Accutest LabLink@16:10 06-Dec-2010 Preliminary Data

Report of Analysis Page 1 of 2     

Client Sample ID: NWIRP-GM38-GW-RW3-MW2-110910 
Lab Sample ID: JA61273-1 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153219.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane ND 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene 0.92 1.0 0.24 ug/l J
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 0.92 1.0 0.24 ug/l J
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane 0.27 1.0 0.21 ug/l J

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Report of Analysis Page 2 of 2     

Client Sample ID: NWIRP-GM38-GW-RW3-MW2-110910 
Lab Sample ID: JA61273-1 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 60.9 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 111% 64-135%
2037-26-5 Toluene-D8 (SUR) 96% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 99% 72-122%
1868-53-7 Dibromofluoromethane (S) 100% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-RW3-MW2-110910 
Lab Sample ID: JA61273-1 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 12/01/10 12/01/10 JW SW846 7470A 1 SW846 7470A 2

(1) Instrument QC Batch: MA25446
(2) Prep QC Batch: MP55939

RL = Reporting Limit

Draft: 4 of 29
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Client Sample ID: NWIRP-GM38-GW-RW3-MW2-110910 
Lab Sample ID: JA61273-1 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended 10.0 4.0 mg/l 1 11/12/10 DD SM20 2540D

RL = Reporting Limit           
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Client Sample ID: NWIRP-GM38-GW-RW3-MW2-DUP 
Lab Sample ID: JA61273-2 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153218.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane ND 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene 0.92 1.0 0.24 ug/l J
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 0.92 1.0 0.24 ug/l J
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane 0.25 1.0 0.21 ug/l J

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Report of Analysis Page 2 of 2     

Client Sample ID: NWIRP-GM38-GW-RW3-MW2-DUP 
Lab Sample ID: JA61273-2 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 58.2 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 107% 64-135%
2037-26-5 Toluene-D8 (SUR) 94% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 99% 72-122%
1868-53-7 Dibromofluoromethane (S) 100% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound

Draft: 7 of 29
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Client Sample ID: NWIRP-GM38-GW-RW3-MW2-DUP 
Lab Sample ID: JA61273-2 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 12/01/10 12/01/10 JW SW846 7470A 1 SW846 7470A 2

(1) Instrument QC Batch: MA25446
(2) Prep QC Batch: MP55939

RL = Reporting Limit

Draft: 8 of 29
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Report of Analysis Page 1 of 1     

Client Sample ID: NWIRP-GM38-GW-RW3-MW2-DUP 
Lab Sample ID: JA61273-2 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/12/10 DD SM20 2540D

RL = Reporting Limit           
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Report of Analysis Page 1 of 2     

Client Sample ID: NWIRP-GM38-GW-RW3-MW1-110910 
Lab Sample ID: JA61273-3 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153217.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride 0.19 1.0 0.14 ug/l J
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform 0.20 1.0 0.17 ug/l J
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane 1.4 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene 1.2 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene 0.45 1.0 0.24 ug/l J
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 0.45 1.0 0.24 ug/l J
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene 1.5 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane 1.2 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Report of Analysis Page 2 of 2     

Client Sample ID: NWIRP-GM38-GW-RW3-MW1-110910 
Lab Sample ID: JA61273-3 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 77.6 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 108% 64-135%
2037-26-5 Toluene-D8 (SUR) 96% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 98% 72-122%
1868-53-7 Dibromofluoromethane (S) 95% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound

Draft: 11 of 29



Accutest LabLink@16:10 06-Dec-2010 Preliminary Data

Report of Analysis Page 1 of 1     

Client Sample ID: NWIRP-GM38-GW-RW3-MW1-110910 
Lab Sample ID: JA61273-3 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 12/01/10 12/01/10 JW SW846 7470A 1 SW846 7470A 2

(1) Instrument QC Batch: MA25446
(2) Prep QC Batch: MP55939

RL = Reporting Limit
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Report of Analysis Page 1 of 1     

Client Sample ID: NWIRP-GM38-GW-RW3-MW1-110910 
Lab Sample ID: JA61273-3 Date Sampled: 11/09/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/12/10 DD SM20 2540D

RL = Reporting Limit           
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Report of Analysis Page 1 of 2     

Client Sample ID: NWIRP-GM38-GW-FB-110910 
Lab Sample ID: JA61273-4 Date Sampled: 11/09/10 
Matrix: AQ - Field Blank Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153226.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane ND 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene 0.30 1.0 0.24 ug/l J
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 0.30 1.0 0.24 ug/l J
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound

Draft: 14 of 29



Accutest LabLink@16:10 06-Dec-2010 Preliminary Data

Report of Analysis Page 2 of 2     

Client Sample ID: NWIRP-GM38-GW-FB-110910 
Lab Sample ID: JA61273-4 Date Sampled: 11/09/10 
Matrix: AQ - Field Blank Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 0.85 1.0 0.25 ug/l J
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 107% 64-135%
2037-26-5 Toluene-D8 (SUR) 96% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 99% 72-122%
1868-53-7 Dibromofluoromethane (S) 99% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-FB-110910 
Lab Sample ID: JA61273-4 Date Sampled: 11/09/10 
Matrix: AQ - Field Blank Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 12/01/10 12/01/10 JW SW846 7470A 1 SW846 7470A 2

(1) Instrument QC Batch: MA25446
(2) Prep QC Batch: MP55939

RL = Reporting Limit
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Report of Analysis Page 1 of 1     

Client Sample ID: NWIRP-GM38-GW-FB-110910 
Lab Sample ID: JA61273-4 Date Sampled: 11/09/10 
Matrix: AQ - Field Blank Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/12/10 DD SM20 2540D

RL = Reporting Limit           
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Report of Analysis Page 1 of 2     

Client Sample ID: NWIRP-GM38-GW-RW1-MW1-111010 
Lab Sample ID: JA61273-5 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153231.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride 0.17 1.0 0.14 ug/l J
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform 0.56 1.0 0.17 ug/l J
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane 3.0 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene 1.7 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene 107 1.0 0.24 ug/l
156-60-5 trans-1,2-Dichloroethene 1.3 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 108 1.0 0.24 ug/l
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane 0.53 1.0 0.21 ug/l J
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-RW1-MW1-111010 
Lab Sample ID: JA61273-5 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 84.2 1.0 0.25 ug/l
75-01-4 Vinyl chloride 0.17 1.0 0.16 ug/l J
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 108% 64-135%
2037-26-5 Toluene-D8 (SUR) 94% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 99% 72-122%
1868-53-7 Dibromofluoromethane (S) 99% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-RW1-MW1-111010 
Lab Sample ID: JA61273-5 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 12/01/10 12/01/10 JW SW846 7470A 1 SW846 7470A 2

(1) Instrument QC Batch: MA25446
(2) Prep QC Batch: MP55939

RL = Reporting Limit
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Report of Analysis Page 1 of 1     

Client Sample ID: NWIRP-GM38-GW-RW1-MW1-111010 
Lab Sample ID: JA61273-5 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/15/10 DD SM20 2540D

RL = Reporting Limit           
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Client Sample ID: NWIRP-GM38-GW-RW1-MW3-111010 
Lab Sample ID: JA61273-6 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153232.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform 0.69 1.0 0.17 ug/l J
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane 2.3 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene 0.28 1.0 0.24 ug/l J
156-59-2 cis-1,2-Dichloroethene 0.55 1.0 0.24 ug/l J
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) 0.55 1.0 0.24 ug/l J
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane 0.26 1.0 0.21 ug/l J
79-00-5 1,1,2-Trichloroethane 0.55 1.0 0.21 ug/l J

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-RW1-MW3-111010 
Lab Sample ID: JA61273-6 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene 0.91 1.0 0.25 ug/l J
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 109% 64-135%
2037-26-5 Toluene-D8 (SUR) 95% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 100% 72-122%
1868-53-7 Dibromofluoromethane (S) 102% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-RW1-MW3-111010 
Lab Sample ID: JA61273-6 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

Total Metals Analysis

Analyte Result RL Units DF Prep Analyzed By Method Prep Method

Mercury <0.20 0.20 ug/l 1 12/01/10 12/01/10 JW SW846 7470A 1 SW846 7470A 2

(1) Instrument QC Batch: MA25446
(2) Prep QC Batch: MP55939

RL = Reporting Limit
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Report of Analysis Page 1 of 1     

Client Sample ID: NWIRP-GM38-GW-RW1-MW3-111010 
Lab Sample ID: JA61273-6 Date Sampled: 11/10/10 
Matrix: AQ - Ground Water       Date Received: 11/11/10 

Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

General Chemistry

Analyte Result RL Units DF Analyzed By Method

Solids, Total Suspended <4.0 4.0 mg/l 1 11/15/10 DD SM20 2540D

RL = Reporting Limit           
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Client Sample ID: NWIRP-GM38-GW-TB-111010 
Lab Sample ID: JA61273-7 Date Sampled: 11/10/10 
Matrix: AQ - Trip Blank Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

File ID DF Analyzed By Prep Date Prep Batch Analytical Batch
Run #1 T153227.D 1 11/19/10 JNW n/a n/a VT6088
Run #2

Purge Volume
Run #1 5.0 ml
Run #2

VOA TCL List

CAS No. Compound Result RL MDL Units Q

67-64-1 Acetone ND 5.0 3.9 ug/l
71-43-2 Benzene ND 1.0 0.27 ug/l
75-27-4 Bromodichloromethane ND 1.0 0.29 ug/l
75-25-2 Bromoform ND 1.0 0.19 ug/l
74-83-9 Bromomethane ND 1.0 0.23 ug/l
78-93-3 2-Butanone (MEK) ND 5.0 1.7 ug/l
75-15-0 Carbon disulfide ND 1.0 0.25 ug/l
56-23-5 Carbon tetrachloride ND 1.0 0.14 ug/l
108-90-7 Chlorobenzene ND 1.0 0.26 ug/l
75-00-3 Chloroethane ND 1.0 0.47 ug/l
67-66-3 Chloroform ND 1.0 0.17 ug/l
74-87-3 Chloromethane ND 1.0 0.16 ug/l
124-48-1 Dibromochloromethane ND 1.0 0.23 ug/l
75-34-3 1,1-Dichloroethane ND 1.0 0.30 ug/l
107-06-2 1,2-Dichloroethane ND 1.0 0.53 ug/l
75-35-4 1,1-Dichloroethene ND 1.0 0.24 ug/l
156-59-2 cis-1,2-Dichloroethene ND 1.0 0.24 ug/l
156-60-5 trans-1,2-Dichloroethene ND 1.0 0.35 ug/l
540-59-0 1,2-Dichloroethene (total) ND 1.0 0.24 ug/l
78-87-5 1,2-Dichloropropane ND 1.0 0.12 ug/l
10061-01-5 cis-1,3-Dichloropropene ND 1.0 0.19 ug/l
10061-02-6 trans-1,3-Dichloropropene ND 1.0 0.20 ug/l
100-41-4 Ethylbenzene ND 1.0 0.22 ug/l
591-78-6 2-Hexanone ND 5.0 1.7 ug/l
108-10-1 4-Methyl-2-pentanone(MIBK) ND 5.0 1.4 ug/l
75-09-2 Methylene chloride ND 1.0 0.17 ug/l
100-42-5 Styrene ND 2.0 1.0 ug/l
79-34-5 1,1,2,2-Tetrachloroethane ND 1.0 0.16 ug/l
127-18-4 Tetrachloroethene ND 1.0 0.51 ug/l
108-88-3 Toluene ND 1.0 0.24 ug/l
71-55-6 1,1,1-Trichloroethane ND 1.0 0.21 ug/l
79-00-5 1,1,2-Trichloroethane ND 1.0 0.21 ug/l

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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Client Sample ID: NWIRP-GM38-GW-TB-111010 
Lab Sample ID: JA61273-7 Date Sampled: 11/10/10 
Matrix: AQ - Trip Blank Water       Date Received: 11/11/10 
Method: EPA 624 Percent Solids: n/a 
Project: GM-38, 100 Broadway, Bethpage, NY

VOA TCL List

CAS No. Compound Result RL MDL Units Q

79-01-6 Trichloroethene ND 1.0 0.25 ug/l
75-01-4 Vinyl chloride ND 1.0 0.16 ug/l
1330-20-7 Xylenes (total) ND 1.0 0.35 ug/l

CAS No. Surrogate Recoveries Run# 1 Run# 2 Limits

17060-07-0 1,2-Dichloroethane-D4 (SUR) 107% 64-135%
2037-26-5 Toluene-D8 (SUR) 94% 76-117%
460-00-4 4-Bromofluorobenzene (SUR) 100% 72-122%
1868-53-7 Dibromofluoromethane (S) 101% 76-120%

ND = Not detected MDL - Method Detection Limit J = Indicates an estimated value
RL = Reporting Limit B = Indicates analyte found in associated method blank
E = Indicates value exceeds calibration range N = Indicates presumptive evidence of a compound
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