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1. INTRODUCTION 

1.1 PURPOSE AND SCOPE 

The purpose of this Remedial Action Work Plan (RAWP) is to provide the basis for the design of the 

landfill caps as the remedial action at Sites 3 and 10 located in Operable Unit 6 (OU-6) at the Naval 

Weapons Station Earle (NWS Earle), in Colts Neck, New Jersey.  This RAWP was prepared by Foster 

Wheeler Environmental Corporation (FWENC) for the Engineering Field Activity Northeast (EFANE) in 

response to Contract No. N62472-99-D-0032, Contract Task Order 040.  There are three (3) volumes 

submitted as separate covers under this RAWP.  These volumes are as follows: 

• Volume I – The Design Analysis Report (DAR); 

• Volume II – The Technical Specifications and Contract Drawings; and 

• Volume III – The Soil Erosion and Sediment Control Plan (SESC Plan). 

1.2 BACKGROUND 

NWS Earle is located in Monmouth County, New Jersey, approximately 47 miles south of New York City. 

Sites 3 and 10 are both included in OU-6.  The location of Site 3 and 10 are shown in Figure 1-1, a figure 

of the Mainside site locations.  Site 3 is a 5-acre former landfill that was used from 1960 to 1968 for the 

disposal of domestic and industrial wastes.  Site 10 is a 2-acre site that was used from 1953 to 1965 for 

the disposal of demilitarized metals from munitions and spent munitions cases.  When disposal activities 

at these sites was discontinued, each site was graded and revegetated. 

 

A series of remedial investigations (RIs) were conducted by the Navy to determine the nature and extent 

of contamination at Sites 3 and 10.  A feasibility study (FS) was later conducted by the Navy for Sites 3 

and 10 to determine the potential remedial actions for the sites.  The selected remedial action for Sites 3 

and 10 are presented in the Proposed Plan for OU-6, dated May 2001 prepared by Tetra Tec NUS, Inc.  

Being consistent with the EPA presumptive remedy for municipal landfills at military installations, the 

Proposed Plan of capping the landfill areas was selected by the Navy as the preferred remedial 

alternative.  The Record of Decision (ROD) for OU-6, dated May 2001, selected Alternative 2 of the 

Proposed Remedial Action Plan as the remedial action for Site 3.  Alternative 2 includes: 

• Limited removal of protruding landfill materials; 

• Scarred or bare areas are to receive additional soil cover, regrading, and revegetation to 

prevent potential human and animal contact with contaminants in the landfill materials; 
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• Fencing and posting of warning signs on the perimeter of the landfill to limit access to the 

covered area.  (The access restrictions would be placed to limit future uses of the site that 

may result in disturbance of the soil cover or direct contact with contaminated media); 

• A Classification Exception Area (CEA) pursuant to N.J.A.C. 7:9-6 to be established to prohibit 

use of untreated groundwater as drinking water.  [New Jersey Department of Environmental 

Protection (NJDEP) administers the CEA program to ensure groundwater that temporarily 

does not meet Groundwater Quality Standards (GWQS) guidelines is not inadvertently used 

for a potable water source]; and 

• Long-term, periodic monitoring and 5-year reviews that would assess the contaminant status 

and the potential threats to human health and the environment. 

The Record of Decision for OU-6, selected Alternative 3 of the Proposed Remedial Action Plan as the 

remedial action for Site 10.  Alternative 3 includes: 

• The installation of a cover system over the area of former active landfill operations to prevent 

potential human and animal contact with contaminants in the landfill contents, reduce 

contaminant leaching to groundwater, and minimize contaminant migration via surface runoff 

and erosion; 

• The placement of access restrictions to limit future uses of the site that may result in 

disturbance of the soil cover or direct contact with contaminated media; 

• The prohibition of using untreated groundwater as drinking water; and 

• Routine inspection and maintenance of entire landfill surface to ensure integrity of the 

existing and new cover systems.  

The purpose of the DAR is to summarize and present the results of activities related to the design of the 

landfill caps as an appropriate remedial alternative for Sites 3 and 10. 

1.3 DESIGN ANALYSIS REPORT ORGANIZATION 

The DAR has been organized into the following sections. 

• Section 1.0 – An introduction and summary of the basis of design; 

• Section 2.0 – A summary of the site characteristics, including site history, and 

surface/subsurface soil and hydrological characteristics, and remedial investigations at NWS 

Earle; 

• Section 3.0 – A summary of the site characteristics including site history, and 

surface/subsurface soil and hydrological characteristics, and remedial investigations at Site 

3; 
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• Section 4.0 – A summary of the site characteristics including site history, and 

surface/subsurface soil and hydrological characteristics, and remedial investigations at      

Site 10; 

• Section 5.0 – A summary of the results of the Pre-Design Investigation; and 

• Section 6.0 – A summary of the design requirements for the remedial action.  
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2. GENERAL SITE INFORMATION 

2.1 BACKGROUND 

NWS Earle is located in Monmouth County, New Jersey, approximately 47 miles south of New York City. 

The station consists of two areas.  One area is the 10,248-acre Main Base (Mainside area), located 

inland.  The other area is the 706-acre Waterfront area.  The two areas are connected by a Navy-

controlled right-of-way.  The location of these areas is shown on Figure 2-1.  

 

The facility was commissioned in 1943.  The facility’s primary mission is to supply ammunition to the 

naval fleet.  An estimated 2,500 people either work or live at the NWS Earle.  

 

The Mainside area is located approximately 10 miles inland from the Atlantic Ocean at Sandy Hook Bay 

in Colts Neck Township.  Colts Neck Township has a population of approximately 6,500 people.  The 

surrounding area includes agricultural land, vacant land, and low-density housing.  The Mainside area 

consists of a large, undeveloped portion associated with ordnance operations, production, and storage. 

The Mainside area is encumbered by explosive safety quantity distance (ESQD) arcs.  The NWS Earle 

Master Plan contains maps showing ESQD arcs around weapons handling, maintenance and storage 

facilities.  Land use within the ESQD is typically restricted to transient activities only (e.g., transit or entry 

for ordnance inspection and maintenance activities).  The result of the ESQD policy implementation is 

that most of the approximately 10,000 acres at the Mainside area (with the exception of the more densely 

developed Administration area near the main gate) is open in its natural wooded state.  The Mainside 

area also consists of residences, offices, workshops, warehouses, recreational space, open space, and 

underdeveloped land.   

 

The 706-acre Waterfront area is located adjacent to Sandy Hook Bay in Middletown Township.  The 

population of Middletown Township is approximately 68,200 people.  The Waterfront area is located 

approximately 10 miles north of the Mainside gate.  The Mainside and Waterfront areas are connected by 

a 10-mile railroad and road right-of-way.  These roads and railroads are used to transfer the munitions 

and other supplies destined for U.S. Navy ships from the Mainside area to the Waterfront area and to 

waiting ships at piers located in the Lower Hudson River Bay.   

 

OU-6 consists of Sites 3 and 10, located in the Mainside area.  The OU-6 sites were grouped together 

due to the similarities of the waste volumes, types of contaminants, and the potential for contaminants to 

migrate to human and/or environmental receptors.  Both Sites were former landfills. 

 2-1



 

2.2 SUMMARY OF SITE CHARACTERISTICS 

NWS Earle is located in the coastal lowlands of Monmouth County, New Jersey, within the Atlantic Plain 

Physiographic Province.  The Mainside area, which includes OU-6, lies in the outer Coastal Plain, 

approximately 10 miles inland from the Atlantic Ocean.  The Mainside area is relatively flat, with 

elevations ranging from approximately 100 to 300 feet above mean sea level (MSL).  The most significant 

topographic relief within the Mainside area is Hominy Hills.  Hominy Hills is a northeast-southwest-tending 

group of low lying hills located near the center of the station. 

 

The rivers and streams draining NWS Earle ultimately discharge into the Atlantic Ocean.  The Atlantic 

Ocean is approximately 9 to 10 miles east of the Mainside area.  The headwaters and drainage basins of 

the three (3) major Coastal Plain rivers (Swimming, Manasquan, and Shark) originate on the Mainside 

area.  The northern half of the Mainside area is located in the drainage basin of the Swimming River, and 

tributaries which include Mine Brook, Hockhockson Brook, and Pine Brook.  The southwest portion of the 

Mainside drains to the Manasquan River via either Marsh Bog Brook or Mingamahone Brook.  The 

southeastern corner of the Mainside drains to the Shark River. Both the Swimming River and the Shark 

River supply water to reservoirs used for public water supplies (Record of Decision, July 2001). 

 

NWS Earle is located in the Coastal Plain Physiographic Province of New Jersey.  The New Jersey 

Coastal Plain is a seaward-dipping wedge of unconsolidated Cretaceous to Quaternary sediments that 

were deposited on a pre-Cretaceous basement-bedrock complex.  The Coastal Plain sediments are 

primarily composed of clay, silt, sand, gravel and were deposited in continental, coastal, and marine 

environments.  The sediments generally strike northeast-southwest and dip to the southeast at a rate of 

10 to 60 feet per mile.  The approximate thickness of these sediments beneath NWS Earle is 900 feet.   

 

The pre-Cretaceous complex consists mainly of Pre Cambrian and lower Paleozoic crystalline rocks and 

metamorphic schists and gneisses.  The Cretaceous to Miocene Coastal Plain Formations are either 

exposed at the surface or subcrop in a banded pattern that roughly parallels the shoreline.  The outcrop 

pattern is caused by the erosion truncation of the dipping sedimentary wedge.  Where these formations 

are not exposed, they are covered by essentially flat-lying post-Miocene surficial deposits.   

 

The groundwater classification area was established by New Jersey under New Jersey Department of 

Environmental Protection (NJDEP) Water Technical Programs Groundwater Quality Standards in New 

Jersey Administrative Code (N.J.A.C.) 7:9-6.  The Mainside area is located in the Class II-A: Groundwater 

Supporting Potable Water Supply area.  Class II-A includes those areas where groundwater is an existing 

source of potable water with conventional water supply treatment or is a potential source of potable 

water.  In general, the deeper aquifers are used for public water supplies and the shallower aquifers are 

used for domestic supplies in the Mainside area. 
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Public water (New Jersey American Water Company) supplies all facilities located in the Mainside 

Administration area.  The public supply network of water originates from the surface water intakes, 

reservoirs, and the deep wells.  There are no public water supply wells or surface water intakes located 

on the NWS Earle facility.  The businesses and residences in the areas surrounding the Mainside 

facilities receive their water supply from a combination of private wells and public water.  There are a 

number of private wells located within a 1-mile radius of NWS Earle and several within the NWS Earle 

boundaries.  The majority of these wells are used for potable supplies.  These wells have been previously 

tested for drinking water parameters and indicate that these wells have not been adversely impacted. 

 

Many different ecological systems are present at NWS Earle.  Some of these species include Knieskern’s 

beaked-rush (Rynchospora knieskernii), which is a sedge species, and the swamp pink (Helonias 

bullata). Both of these species are listed on either the federal or state endangered species lists.  

Additionally, an osprey has been seen on the Mainside area and may nest in another area at NWS Earle. 

Lastly, Bog turtles have been found downstream of the Mingamahone Brook, but not on NWS Earle 

proper. 

2.3 SUMMARY OF PREVIOUS REMEDIAL INVESTIGATIONS 

Potential hazardous substance releases at NWS Earle were addressed in the Initial Assessment Study 

(IAS) in 1982, the Site Inspection Study (SI) in 1986, and the Phase I Remedial Investigation (RI) in 1993 

which were all performed by the Navy.  These were preliminary investigations to determine the number of 

sources, compile histories of waste-handling and disposal practices at the sites, and acquire data on the 

types of contaminants present and potential human health and/or environmental receptors.   

 

In 1990, NWS Earle was placed on the National Priorities List (NPL). The NPL lists the sites that 

uncontrolled hazardous substance releases may potentially be a serious threat to human health and the 

environment.  The sites at NWS Earle were subsequently addressed during Phase II RI activities to 

further define the nature and extent of contamination at these sites.  Phase II activities included the 

installation and sampling of groundwater monitoring wells; surface water and sediment sampling; surface 

and subsurface soil sampling; and test pit excavation.  The Phase II RI was initiated in 1995 and 

completed in July 1996. 

 

As part of the Phase II RI, a human health risk assessment and an ecological risk assessment were 

performed by the Navy for Sites 3 and 10.  Following the RI addendum investigation, an addendum 

ecological risk assessment was performed by the Navy for Site 3. 
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2.4 SUMMARY OF PREVIOUS HUMAN HEALTH RISK ASSESSMENT 

A baseline human health risk assessment was conducted by Tetra Tech NUS, Inc. for both Sites 3 and 

10 within OU-6.  The human health risk assessment estimated the potential risks to human health posed 

by exposure to contaminated groundwater, and sediment at the sites.  To assess these human health 

risks, the exposure scenarios listed below were assumed: 

• Ingestion of groundwater as a drinking water source’ 

• Inhalation of contaminants in groundwater (i.e., volatile compounds emitted during 

showering); 

• Dermal exposure to contaminants in groundwater (i.e., showering, hand washing, bathing); 

• Dermal contact from contaminated soils; 

• Inhalation of contaminants in soil (i.e., fugitive dusts); 

• Incidental ingestion of surface water and sediment; and 

• Dermal contact with contaminated surface water and sediment. 

These scenarios were applied to various site use categories, including future industrial, residential, and 

recreational receptors.  Potential human health risks were categorized as carcinogenic or non-

carcinogenic. In addition, results were compared to applicable federal and/or state standards such as 

federal Maximum Contaminant Levels (MCLs) for drinking water, NJDEP GWQS, or other published lists 

of reference values. 

 

The results of the RI were used as a basis for the Feasibility Study (FS) of potential remedial alternatives. 

The FS addresses the contamination associated with Sites 3 and 10.  The FS was completed as part of 

the Navy’s Installation Restoration Program (IRP) and the Superfund Remedial Program [Comprehensive 

Environmental Response, Compensation, and Liability Act (CERCLA)].   

 

The Navy and the EPA, in consultation with NJDEP, developed the Proposed Remedial Action Plan 

(Proposed Plan). The Proposed Plan, dated May 2001, selected Alternative 3, covering and institutional 

control plan for Site 10.  The Proposed Plan selected Alternative 2, a limited action plan for Site 3.   
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3. SITE 3 – LANDFILL SOUTHWEST OF “F” GROUP 

3.1 SITE DESCRIPTION 

Site 3 is a landfill southwest of “F” group, as described in the Record of Decision (ROD) dated July 2001.  

The landfill is approximately a 5-acre site that was previously used from 1960 to 1968 for the disposal of 

domestic and industrial waste.  Industrial waste disposed at Site 3 consisted of paints and paint thinners, 

solvents, varnishes, shellac, acids, alcohols, caustics, pesticide containers and rinse water, wood, and a 

small amount of asbestos.  Navy records, reviewed for the Initial Assessment Study (IAS) in 1982 

indicated that the industrial wastes comprise only a small portion of the approximately 4,800 tons of 

waste.  Test pits performed at Site 3 by Tetra Tech NUS, Inc. in 1995 confirmed the IAS findings, 

encountering aged municipal trash consisting of plastic, wood, old newspaper, rusted tin cans, oil filters, 

empty antifreeze bottles, and glass bottles.  Trash was found within two feet of the ground surface.  

Sandy soil was the only cover material.  

 

Scarce evidence has been found on the surface of the property indicating that sportsmen used the area 

for shotgun target practice at some unknown time period in the past. Lead values in surface soil or 

sediment samples indicate no significant impact from past skeet shooting practices.  

3.2 GEOLOGY 

Regional mapping places Site 3 within the outcrop area of the Kirkwood Formation.  The Kirkwood 

Formation ranges between 60 and 100 feet in thickness.  The lithology of the sediments encountered in 

the on-site borings generally agrees with the published description of the Kirkwood and Vincentown 

Formations.  Assuming a portion of the Kirkwood Formation was removed by erosion, it is possible that at 

least one of the soil borings penetrated the underlying Vincentown Formation. 

3.3 SOILS 

The soils covering Site 3 belong to three different series.  The series include the Lakehurst, Elkton and 

Humaquepts (SCS, USDA, 1989). Each series and appropriate mapping unit that covers Site 3 are 

described in detail below. 

 

The Lakehurst series soils, mapped as Lakehurst sand are nearly level, moderately well drained and 

somewhat poorly drained soil in depressional areas and on low divides.  Typically, the surface layer is 

gray sand 4 inches thick.  The subsurface layer is light gray sand 6 inches thick. The subsoil is 26 inches 

thick.  It is brown loamy sand to a depth of 13 inches.  In the next layer it is mottled, brownish yellow sand 

to a depth of 24 inches.  Below that, it is mottled, pale brown sand to a depth of 36 inches.  The 

substratum is mottled, light brownish gray sand to a depth of 60 inches or more.  Permeability of this 

Lakehurst soil is rapid in the subsoil and the substratum.  The available water capacity is low.  The 

apparent seasonal high water table depth is 1 ½ to 3 ½ feet from January to April.  Runoff is very slow.  
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Water erosion is a slight hazard.  Wind erosion is a severe hazard.  Most areas of this soil are woodland.  

A very small acreage is used for pasture and farming.  This soil is poorly suited to common field crops, 

hay, and vegetables.  The main limitations are the low available water capacity, the low organic matter 

content, rapid permeability, and the seasonal high water table.   The main limitations to use of this soil as 

sites for dwellings and some other types of community development are the seasonal high water table, 

poor filter, cutbanks caving, and sandiness. 

 

The Elkton series soils, mapped as Elkton loam is a nearly level, poorly drained soil in depressional areas 

and on broad flats.  Typically, the surface layer is 4 inches thick.  In the uppermost 2 inches it is matted, 

decomposed organic material and roots, and below that it is very dark gray loam.  The subsurface layer is 

dark gray loam 5 inches thick.  The subsoil is 32 inches thick.  It is mottled, grayish brown silty clay to a 

depth of 41 inches.  The substratum is mottled, dark gray silty clay to a depth of 60 inches or more.  

Permeability of this Elkton soil is slow in the subsoil and moderately slow to moderately rapid in the 

substratum.  The available water capacity is high.  The apparent seasonal high water table is between the 

surface and a depth 1 foot from January to April.  Erosion is a slight hazard.  The main limitations of this 

soil as sites for dwellings and some other types of community development are the seasonal high water 

table, high clay content, slow percolation, low strength, and flooding. 

 

The Humaquepts, frequently flooded series is a nearly level, somewhat poorly drained to very poorly 

drained soils.  They are on flood plains along perennial and intermittent streams.  Generally, the surface 

layer and the subsoil consist of stratified layers of sandy loam, loam, or silt loam.  In some areas the 

stratified layers are gravelly or mucky.  Permeability of Humaquepts, frequently flooded, is moderate or 

moderately rapid in the subsoil and the substratum.  The available water capacity is high.  The apparent 

seasonal high water table is between the surface and a depth of 1 ½ feet.  Runoff is slow.  Organic matter 

content is low to high.  The soil is subject to frequent flooding mainly in the early spring of after a heavy 

rainfall.  In unlimed areas reaction is extremely acid to slightly acid.   

3.4 SURFACE WATER HYDROLOGY 

Site 3 is covered with woodlands, open space dominated by tall grass, and some bare areas.  The 

surface runoff drains to the northeast side of the landfill into the drainage depression.    

3.5 SUMMARY OF PREVIOUS REMEDIAL INVESTIGATIONS 

3.5.1 Initial Assessment Study (IAS) Results 

The 1983 IAS consisted of interviews and on-site observations. The site was recommended for further 

investigation, based on the potential for groundwater impacts on the Kirkwood Aquifer. 
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3.5.2 Site Investigation (SI) Study Results 

A Confirmation Study in 1986 (Site Investigation) included the installation and sampling of three (3) 

monitoring wells, MW3-01 through MW3-03.  Groundwater samples were found to have a relatively low 

pH, but no compounds were found at concentrations above regulatory limits at that time.  No other Site 3 

media was sampled in the confirmation study.  

3.5.3 Phase I Remedial Investigation (RI) / Feasibility Study (FS) Results 

Phase I RI/FS activities were conducted by the Navy in 1993 at NWS Earle.  During the RI/FS, seven (7) 

test pits were excavated.  A physical description of the waste materials and surrounding soils, and four 

(4) additional monitoring wells were installed at Site 3 to monitor groundwater quality.  Two (2) 

representative samples of “soil” in contact with the waste were taken from the test pits to obtain a 

representative characterization of the status of soils in the area. 

 

Based on visual inspection of test pit excavations, the landfill has shown to contain typical municipal 

waste.  Two (2) soil samples were collected from the test pits.  These samples were analyzed for Target 

Compound List (TCL) organics and Target Analyte List (TAL) inorganics and Total Petroleum 

Hydrocarbons (TPH). Three semi-volatile compounds, fluoranthene, pyrene, and bis(2-

ethylhexyl)phthalate, were detected at concentrations below the method detection limit.  Barium was 

detected at a concentration of 1,320 mg/kg, TPH was detected at a concentration of 110 mg/kg, and trace 

levels of pesticides were encountered in one (1) sample. 

 

Groundwater from all seven (7) wells was collected and analyzed for full TCL/TAL analytes.  Later a few 

wells were sampled and analyzed for volatile organic compounds (VOCs), drinking water metals, and 

inorganic landfill indicator parameters.   

 

An elevated level of arsenic (0.37 ppm) from one groundwater sample was found in the downgradient 

well, MW3-01.  This high level of arsenic in groundwater was not reproduced in later sampling events.  

Subsequent sampling events in all media (including groundwater) at Site 3 encountered arsenic at levels 

near or below the corresponding background arsenic concentration for that medium.  Consequently, the 

high arsenic reading was not used for the risk assessment calculations. 

 

Elevated levels of VOCs and semi-volatile organic compounds (SVOCs) were found in some wells 

(particularly monitoring well MW3-04).  Wells MW3-04 and MW3-05 had low levels of several pesticide 

compounds.   

 

Monitoring wells downgradient of the landfill contained higher levels of the landfill indicator parameters 

[chemical oxygen demand (COD) (235 to 1,960 mg/l) and sulfate (64.9 to 74.6 mg/l)] than were found in 
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the upgradient well [COD (96.8 mg/l) and sulfate (14.3 mg/l)].  Subsequent analysis in the final RI report 

concluded that although this former landfill has some impact on shallow groundwater quality, it is not 

indicative of a concentrated leachate that would be in itself an ecological or human health risk.  

3.5.4 Phase II Remedial Investigation  

Between May and October 1995, the Navy conducted the following field investigation activities: 

• Soil gas survey and analysis at 25 locations; 

• Excavation of two (2) test pits; 

• Drilling and installation of one (1) shallow permanent monitoring well; 

• Sampling and analysis of groundwater from monitoring wells; 

• Measurement of static water levels in monitoring wells; and 

• Sampling and analysis of one surface soil in the wetlands southeast of the landfill 

(03SDWET3A-1). 

Concentrations of most metals in site-related sediment samples were similar to the range associated with 

background samples.  Antimony (1.3 mg/kg) was found in sediment sample (03SDWET3A-1) at low 

concentrations near the instrument detection limit but was not detected in the background samples.  

Polycyclic aromatic hydrocarbons (PAHs), including benz(a)anthracene, benzo(a)pyrene, chrysene, 

dibenz(a,h)anthracene, indeno(1,2,3-cd)pyrene, fluoranthene, fluorene, and pyrene, were detected in 

03SDWET3A-1 at concentrations two to three times above background concentrations.  4-4’-DDT was 

detected in sediment samples at concentrations ranging from 3 to 4 ug/kg; however, background 

concentrations as high as 19 ug/kg were detected.  Alpha-BHC and Heptachlor epoxide were detected in 

sample 03SDWET3A-1 at 0.082 ug/kg and 2.2 ug/kg, respectively.  With the exception of beryllium, the 

site-related samples also showed the presence of all the metals found in background, in addition to 

arsenic and thallium.  The highest concentrations of metals in Site 3 groundwater samples were detected 

in the sample collected at 03 GW 01.  This well and one other (03 GW 03) required sample filtering in the 

field.  The filtered sample from the downgradient location, 03 GW 01, exhibited fairly high aluminum 

levels (5,520 ug/L) and also displayed concentrations greater than background ranges for antimony and 

cadmium.  Other metals, such as iron, zinc  and barium, were present in considerable lower levels in the 

sample.  Sample 03 GW 05, collected from a well cross gradient from the landfill, displayed an elevated 

level of manganese, and sample 03 GW 06 (an upgradient location) exhibited thallium at a low level.  

VOCs detected above the NJDEP groundwater quality standards (GWQS) in MW3-04 were acetone (970 

ug/L) and xylene (470 ug/l).  2-Butanone (5 ug/l) and gamma-chlordane (0.0081 ug/L) were each 

detected in one groundwater sample collected at Site 3.  Neither of these compounds was detected in 

background groundwater samples.   
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3.5.5 RI Addendum Investigation  

Further sampling, by the Navy, to delineate the extent of contamination in the wetlands adjacent to the 

site, particularly in the drainage pathway southeast of the site, was required to evaluate potential impacts 

on ecological receptors based on the results of previous investigations and the 1995 RI. 

 

On October 29 and October 30, 1996, the Navy conducted the following field activities at Site 3: 

• Sampling and Analysis of Surface Soil; and 

• Sampling and Analysis of Sediment. 

Concentrations of metals in surface soils were similar to the range found in background samples.  

Concentrations of PAHs in the three new sediment samples collected for the RI addendum were found 

within the range of background concentrations [benz(a)anthracene, 68.0 to 93.0 ug/kg; 

benzo(b)fluoranthene, 110 to 120 ug/kg; benzo(k)fluoranthene, 50 ug/kg; chrysene, 130 to 140 ug/kg; 

fluoranthene, 160 to 190 ug/kg; phenanthrene, 180 to 220 ug/kg; and pyrene, 190 to 230 ug/kg]. One 

pesticide was detected in sediments at a low level (4-4’-DDT, 3.0 ug/kg).  

3.5.6 Baseline Human Health Risk Assessment 

The potential receptors considered for this site were future industrial, residential, and recreational 

receptors exposed to surface soil, sediments and groundwater.  The reasonable maximum exposure 

(RME) cancer risks associated with future residential and future industrial (groundwater, surface soil, and 

sediments) exposure scenarios did not exceed the upper end of the conservative EPA guidance target 

risk range.  Arsenic (via ingestion of groundwater and dermal contact with groundwater) is the principle 

chemical of potential concern (COPC) that contributed to the cancer risks for these exposure scenarios. 

 

Risk assessment calculations were not performed for the contents of the landfill (“subsurface soil”). 

 

RME estimates for non-carcinogenic HI’s associated with future industrial, residential, and recreational 

receptors exposed to surface soil, and sediments did not exceed 1.0, the cutoff point below which 

adverse non-carcinogenic effects are not expected to occur.  RME estimates for non-carcinogenic HI’s 

associated with the future residential groundwater exposure scenario exceeded 1.0. Arsenic is the COPC 

that exceeded 1.0 for this exposure scenario.  In addition, central tendency exposure (CTE) risk 

estimates for future residential exposure to groundwater yielded an HI greater that 1.0; the affected target 

organ is the skin.   

 

Lead groundwater concentrations at the site were below the EPA action level for public water supplies 

and are not expected to be associated with a significant increase in blood-lead levels, based on the 

results of the IEUBK lead model (V. 0.99). 
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3.5.7 Remedial Action Objectives (RAOs) 

The following remedial action objectives were selected for Site 3: 

• Prevent potential human exposure to metals in groundwater; 

• Prevent potential contact with landfill contents; and 

• Minimize migration of landfill contaminants to the adjacent wetlands. 
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4. SITE 10 – SCRAP METAL LANDFILL 

4.1 SITE DESCRIPTION 

Site 10 is a scrap metal landfill.  The landfill is approximately a 2-acre site that was used from 1953 to 

1965 for the disposal of demilitarized munitions and spent munitions cases.  There is no known evidence 

that any live ammunition is buried on-site.  Only certified-inert (i.e., no energetic potential remaining) 

materials were reported to have been disposed at Site 10.  An estimated 65,000 cubic yards, which 

includes cover material, were disposed at the site.  The disposed material consisted primarily of 

aluminum and steel containers.  Spent grit and paint chips from the ammunition re-work operations were 

also buried.  The landfill is primarily covered with sandy soil and is not covered with a low permeability 

cap.  The site is vegetated with grasses and scrub pines, except for the access road and an open, 

disturbed, vehicle turn-around area, where no vegetation exists.  Since cessation of disposal at this site, 

the sandy soil cover material has eroded and 40-mm shell cases have been uncovered.     

4.2 GEOLOGY 

Regional mapping places Site 10 within the outcrop area of the Kirkwood Formation; upper colluvium may 

be present at the site.  Groundwater in the upper colluvium, Kirkwood, and Vincentown Aquifer, beneath 

the site occurs under confined conditions and the geologic units are interpreted to be hydraulically 

interconnected.  The direction of shallow groundwater flow in the aquifer is toward the northwest, north, 

and north-northeast.   

4.3 SOILS 

The soils covering Site 10 belong to five different series.  The series include the Lakehurst, Evesboro, 

Manahawkin muck, Lakewood, and Atsion (SCS, USDA, 1989). Each series and appropriate mapping 

unit that covers Site 10 are described in detail below. 

 

The Lakehurst series soils, mapped as Lakehurst sand are nearly level, moderately well drained and 

somewhat poorly drained soil in depressional areas and on low divides.  Typically, the surface layer is 

gray sand 4 inches thick.  The subsurface layer is light gray sand 6 inches thick. The subsoil is 26 inches 

thick.  It is brown loamy sand to a depth of 13 inches.  In the next layer it is mottled, brownish yellow sand 

to a depth of 24 inches.  Below that, it is mottled, pale brown sand to a depth of 36 inches.  The 

substratum is mottled, light brownish gray sand to a depth of 60 inches or more.  Permeability of this 

Lakehurst soil is rapid in the subsoil and the substratum.  The available water capacity is low.  The 

apparent seasonal high water table depth is 1 ½ to 3 ½ feet from January to April.  Runoff is very slow.  

Water erosion is a slight hazard.  Wind erosion is a severe hazard.  Most areas of this soil are woodland.  

A very small acreage is used for pasture and farming.  This soil is poorly suited to common field crops, 

hay, and vegetables.  The main limitations are the low available water capacity, the low organic matter 

content, rapid permeability, and the seasonal high water table.   The main limitations to use of this soil as 
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sites for dwellings and some other types of community development are the seasonal high water table, 

poor filter, cutbanks caving, and sandiness. 

 

The Evesboro series of soils, mapped as Evesboro sand is a strongly sloping, excessively drained soil on 

side slopes.  Typically, the surface layer is 4 inches thick.  In the uppermost 2 inches it is matted, 

decomposed organic matter and roots, and below that it is grayish brown sand.  The subsurface layer is 

yellowish brown sand 5 inches thick.  The subsoil is yellowish brown sand 25 inches thick.  The 

substratum is yellowish brown sand to a depth of 60 inches or more.  Permeability of this Evesboro soil is 

rapid in the subsoil and the substratum.  The available water capacity is low.  The seasonal high water 

table is at a depth of more than 6 feet.  Runoff is medium.  Water erosion is a moderate hazard.  Organic 

matter content is low.  In unlimed areas reaction is strongly acid to extremely acid.  Nearly all areas of this 

soil are wooded.  The main limitations to use of this soil as sites for development are poor filter, cutbanks 

caving, slope, and sandiness. 

 

The Manahawkin muck series is a nearly level and very poorly drained soil in wide depressional areas 

and on broad flats.  Typically, the uppermost 30 inches is black and very dark gray muck.  Below the 

muck, the substratum is mottled, dark gray loamy sand and sand to a depth of 60 inches or more.  

Permeability of the Manahawkin soil is moderately rapid in the subsoil and moderately rapid in the 

substratum.  The available water capacity is high.  The apparent seasonal high water table is between the 

surface and 1 foot above the surface from October to July.  Runoff is very slow, and ponding is common.  

Erosion is a slight hazard.  Organic matter content is high.  The soil is subject to frequent flooding.  In 

unlimed areas reaction ranges from extremely acid to strongly acid.  Nearly all acreage is wooded.  The 

main limitations to use of this soil for dwellings and some other types of community development are 

ponding, flooding, cutbanks caving, and low strength. 

 

The Lakewood series, mapped as Lakewood sand, is a moderately sloping, excessively drained soil on 

side slopes.  Typically, the surface layer is 4 inches thick.  The uppermost inch is dark brown, matted, 

decomposed organic material, and below that it is dark grayish brown sand.  The subsurface layer is light 

brownish gray sand 10 inches thick.  The subsoils are 17 inches thick.  It is dark brown loamy sand to a 

depth of 16 inches.  Below that, it is brownish yellow sand to a depth of 31 inches.  The substratum is 

brownish yellow sand to a depth of 60 inches or more.  Permeability of this Lakewood soil is rapid in the 

subsoil and moderate to rapid in the substratum.  The available water capacity is low.  The seasonal high 

water table is at a depth of more than 6 feet.  Runoff is slow.  Water erosion is a moderate hazard.  Wind 

erosion is a severe hazard.  Organic matter content is low.  In unlimed areas reaction is extremely acid or 

very strongly acid.  Most areas of this soil are woodland.  A very small acreage is used for farming and 

pasture.  The limitations to use of this soil as site for dwellings and some other types of community 

development are poor filter, cutbanks caving, sandiness, and slope. 
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Atsion series soils, mapped as Atsion sand, are nearly level, poorly drained soils in depressional areas 

and on broad flats.  Typically, the surface layer is 8 inches thick.  The uppermost 2 inches is matted, 

partly decomposed organic material and roots, and below that is black sand.  The subsurface layer is 

grayish brown sand 14 inches thick.  The subsoil is 18 inches thick.  It is dark reddish brown loamy sand 

of 30 inches.  Below that, it is mottled, brown sand to a depth of 40 inches.  The substratum is mottled, 

yellowish brown fine sand to a depth of 60 inches or more.  Permeability of the Atsion soil is moderately 

rapid or rapid in the subsoil and rapid in the substratum.  The available water capacity is low.  The 

apparent seasonal high water table is between the surface and a depth of 1 foot from November to June.  

Runoff is very slow.  Erosion is a slight hazard.  Organic matter content is moderate.  In unlimed areas 

reaction is extremely acid or very strongly acid.  Most areas of this soil are wooded; a few acres are used 

for blueberries.  The main limitation to use this soil as a site for dwellings and some other types of 

community development is the seasonal high water table. 

4.4 SURFACE WATER HYDROLOGY 

Site 3 is covered with woodlands, open space dominated by tall grass, and some bare areas.  The 

surface runoff drains to the northwest culvert located on Munda Road.  The remainder of the surface 

water drains into the drainage ditch located on the northeast side of the landfill.      

4.5 SUMMARY OF PREVIOUS REMEDIAL INVESTIGATIONS 

4.5.1 Initial Assessment Study (IAS) Results 

An IAS, consisting of a document search, interviews and on-site observations was conducted by the Navy 

in 1983.  The IAS concluded that materials (mostly metals) present in the landfill were not leaching into 

the environment.  This conclusion was probably based on the fact that the pH values in the environment 

were moderate.  Erosion of the very thin cover material was noted, along with the exposed corroded shell 

casings.  Although the site was not initially recommended for a confirmation stud in the IAS, additional 

remedial investigation followed at the request of the EPA and the NJDEP.   

4.5.2 Site Investigation (SI) Results 

Three (3) monitoring wells were installed during the 1986 SI. Surface water and groundwater samples 

were analyzed.  Methylene Chloride (a probable error or artifact from the laboratory performing the 

analysis of the SI samples) was detected at MW10-01, MW10-02, and MW10-03.  Silver, at a 

concentration of 4 ug/l and mercury, at a concentration of 0.3 ug/l, were found in surface water samples.  

Two (2) semi-volatile organic compounds, N-nitrosodiphenylamine (30 to 31 ug/l) and di-n-butyl phthalate 

(2 to 70 ug/l), were also detected in the SI surface water samples.     

 

The presence of the compounds found in the groundwater was the basis for subsequent investigation. 
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4.5.3 Phase I Remedial Investigation  

During the 1993 RI, four (4) test pits were excavated and four (4) monitoring wells were installed.   

 

Groundwater samples were collected from all seven (7) wells and analyzed for TCL/TAL analytes, VOCs, 

drinking water metals, and landfill parameters.  Elevated levels of metals were detected in several wells, 

but no consistent distinction was found between upgradient and downgradient wells.  Analysis of landfill 

parameters showed no distinction between downgradient wells and upgradient wells.  VOCs were 

detected in groundwater samples, but these compounds were considered a result of common laboratory 

error in preparing or handling the RI samples.   

 

Waste was encountered in two (2) of the four (4) test pits.  One test pit sample was analyzed for TCL/TAL 

analytes and TPH [two (2) test pit samples were planned to have been obtained to provide a 

representative sampling, but apparent field error resulted in only one sample being analyzed].  Bis(2-

ethylhexyl)phthalate at an estimated concentration of 86 ug/kg (possibly an artifact from field sampling 

error since this compound is often present in disposable gloves) and a low level of TPH were detected in 

the test pit sample. 

 

Additionally, three (3) surface water and sediment samples were collected.  Surface waster samples were 

analyzed for VOCs and TPH.  The sediment samples were analyzed for VOCs, TCL organic compounds, 

TAL metals, polychlorinated biphenyl (PCB) compounds and pesticides.  Low levels of SVOCs and 

inorganics were detected in the sediment samples.  It was considered likely that the SVOCs were 

associated with runoff from the adjacent railroad bed.  Metals concentrations were relatively low and no 

PCB or pesticide compounds were detected.  Several VOCs typically associated with laboratory 

contaminants were detected in surface water samples.  TPH was not detected in surface water samples.  

4.5.4 Phase II Remedial Investigation  

Between July and October 1995, the Navy conducted the following field investigation activities at Site 10: 

• Sampling and analysis of groundwater samples from the seven existing monitoring wells; and 

• Measurement of static water levels in the seven (7) existing wells to clarify the direction of 

groundwater flow. 

Seven (7) site related groundwater samples (10 GW 01 through 10 GW 07) were collected at Site 10. 

Metals in groundwater were concluded to be the only compounds of concern at this (former metals 

landfill) Site.  Concentrations of most metals in Site 10 groundwater were within the range of background 

results.  Arsenic (4.7 ug/l), Silver (1.5 ug/l), and Thallium (3.7 ug/l), were encountered, in addition to the 

metals found within background groundwater samples, Iron was detected at an elevated concentration of 

16,000 ug/l, in one groundwater sample. 
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4.5.5 Baseline Human Health Risk Assessment 

The potential receptors considered for this site were future industrial, residential, and recreational 

receptors.  The RME cancer risks associated with future residential and future industrial (groundwater) 

exposure scenarios did not exceed the upper end of the conservative EPA guidance target risk range.  

 

RME estimates for non-carcinogenic HI’s associated with future residential (groundwater) exposure 

scenario exceeded 1.0, the cutoff point below which adverse non-carcinogenic effects are not expected to 

occur. Arsenic is the COPC that exceeded 1.0 for this exposure scenario.  

 

Lead groundwater concentrations at the site were below the EPA action level for public water supplies 

and are not expected to be associated with a significant increase in blood-lead levels, based on the 

results of the IEUBK lead model (V. 0.99). 

 

Human health risk assessment calculations did not include data from field sampling prior to the 1995 RI.  

Only groundwater scenarios were considered in this risk assessment.  Conclusions from previous 

investigations indicated that Site 10 surface water or sediment pathways were not contributing a 

significant human health risk to potential receptors.  However, a surface or subsurface soil sample taken 

in an area of exposed corroded shell casing would almost certainly show high metals concentrations.  

Risk related to these metal concentrations were not calculated because it was assumed some remedial 

action would be performed to eliminate this exposure pathway. 

4.5.6 Remedial Action Objectives (RAOs) 

The following remedial action objective was selected for Site 10: 

• Prevent potential human exposure to contaminated landfill materials. 
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5. PRE-DESIGN INVESTIGATION 

5.1 PRE-DESIGN INVESTIGATION ACTIVITIES 

A pre-design investigation was conducted by Foster Wheeler Environmental Corporation (FWENC), in 

June 2001, to gather information required for the design report.  The pre-design investigation included the 

following components: 

• Geotechnical Investigation; 

• Waste Delineation; 

• Wetlands Delineation; and  

• Topographic Survey. 

A general description of the scope of work activities and the results of the pre-design investigation at 

Sites 3 and 10 are included in this section. 

5.2 PRE-DESIGN INVESTIGATION – SITE 3 

5.2.1 Geotechnical Investigation 

The geotechnical investigation was performed at Site 3 and included the completion of seven (7) 

geotechnical borings at the locations indicated on the Contract Drawings.   

5.2.1.1 Soil Borings 

A total of seven (7) geotechnical soil borings were completed at Site 3.  These borings were drilled using 

hollow stem auger techniques.  The soil boring activities were conducted from June 4, 2001 through June 

13, 2001 by B & B Drilling. 

 

Each split-spoon sampler was driven to the required depth with a rig-mounted hammer weighing 140 

pounds falling 30 inches.  Soil characteristics and geotechnical information from each split-spoon sample 

were recorded on the boring logs. 

 

Upon completion of each boring, the individual borings were backfilled with the drill cuttings and bentonite 

grout through the center of the augers with a tremmie tube.  Each boring was grouted from the bottom of 

the boring to the ground surface. 

 

Boring logs for the seven (7) geotechnical borings are included in Attachment # 1.  All seven (7) 

geotechnical borings were completed inside the landfill at Site 3.  
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5.2.1.2 Settlement Determination 

The seven (7) soil borings were conducted using the Standard Penetration Test Method (ASTM D-1586) 

as the borings were advanced.  As each split-spoon sample was collected, the soil was visually classified 

and inspected.  The soil boring locations are shown on the Contract Drawings.  Additionally, the standard 

penetration number (N) was recorded in the field log.  The information obtained during the drilling 

activities is presented on the boring logs.  Using the standard penetration number, the settlement analysis 

was determined as follows: 

 

The Site 3 landfill has a ditch along the centerline as shown on Drawing C-5.  The maximum settlement 

was calculated by considering the section of the landfill to the right of the centerline.  The area of this 

section was approximated as a rectangle, 180 feet x 610 feet.  The rectangle was divided into 4 equal 

zones, labeled I, II, III, and IV.  Each zone had width, B, of 90’ and length, L, of 305’.  The maximum 

stress was assumed to be located at the center of the rectangle where the corners of the 4 zones meet.  

Division of the rectangle into zones enables Boussinesq’s formula for stresses under the corner of a 

rectangular area to be utilized to determine the stress profile for the individual zones. 

 

The stress influence factor, I, was determined for each zone at depth intervals of 10 feet, to a total depth 

of 90 feet.  I depends on the factors m and n, where: 

m = B / z 

n = L / z 

 

After calculating m and n, I was determined using Table 3.7, “Variation of Influence Value”, Principles of 

Foundation Engineering, 2nd Ed.  The I values for each zone are equivalent since each zone is equal in 

dimensions. 

 

Next, blow counts for the soil borings completed in the Site 3 landfill were determined from the boring 

logs (Attachment 1 of this Report).  The standard penetration number N (i.e., blow counts per foot) at 

each depth interval is the sum of the blow counts at the second 6-inch interval and the third 6-inch 

interval.  The average blow counts/foot for all seven soil borings (Nav) was calculated. 

 

The maximum settlement was then calculated for each 10-foot interval, to a depth of 90 feet, as follows: 

 

Total Stress Influence Factor (I): 

Total I was determined for each depth interval by summing the I values in Zone I through Zone IV. 

Stress: 

Stress = P * I, where: 

 P  = Contact Stress =  γH, where: 

5-2 



 

   γ  = density of fill = 130 pcf 

   H = depth of fill = 13 feet  (In order to determine the maximum contact  

stress, the maximum fill depth of 13 feet is used, which is located at the right 

centerline of the landfill at Station 0+50) 

  = 130 pcf * 13 feet = 1690 psf or 1.69 ksf 

Elastic Modulus (Es): 

ES (ton/SF) = 8N, where ES = Elastic modulus and N = standard penetration number (see Nav 

above)        

ES (ton/SF) * 2 = ES (ksf)        

Maximum Settlement: 

Settlement for each 10 foot layer = Stress / Elastic Modulus * Thickness,  

where Thickness = 10 feet   

 

TABLE 5-1 
DIMENSIONS OF ZONES for Site 3 
Zone B (ft) L (ft) 

I 90 305 
II 90 305 
III 90 305 
IV 90 305 

 
TABLE 5-2 

STRESS INFLUENCE FACTOR I for Site 3 
Depth (ft)  Zone I  Zones II, III, and IV 

Z m n I m n I 
10 9.0 30.5 0.250 same as Zone I 
20 4.5 15.3 0.249  
30 3.0 10.2 0.247  
40 2.3 7.6 0.244  
50 1.8 6.1 0.237  
60 1.5 5.1 0.229  
70 1.3 4.4 0.226  
80 1.1 3.8 0.211  
90 1.0 3.4 0.204  

 
Notes:   
m = B / Z   
n = L / Z   
To find I based on m and n, see Table 3.7 - Variation of Influence Value, pg. 176, Principles of 
Foundation Engineering, 2nd Ed. 
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TABLE 5-3 
AVERAGE BLOW COUNTS N for Site 3 

 Blow Counts / Foot 
 N 

 SB03-01 SB03-02 SB03-03 SB03-04 SB03-05 SB03-06 SB03-07 
Depth (ft) offset 128' offset 100' offset 64' offset 80' offset 16' offset 44' offset 40' 

0-2 2 13 7 2 4 7 8 
2-4 25 9 22 8 14 14 12 
4-6 52 19 35 28 14 27 35 
6-8 32 29 40 61 21 52 21 

8-10 33 31 23 50 49 78 19 
10-12 11 24 11 11 27 56 11 
12-14 20 8 15 18 5 9 4 
14-16 32 36 31 18 26 32 13 
16-18 20 16 13 20 15 18 16 
18-20 26 23 16 28 16 28 16 
20-22 37 18 32  31 54 23 

       
Nav 26 21 22 24 20 34 16

     Nav (all soil borings) = 23
 
Notes:  
Blow counts were determined from Boring Logs (Attachment 1 this report) 
Blow Counts/Foot at each depth is the sum of blow counts at 2nd 6-inch interval and 3rd 6-inch interval. 
Offset value is the distance from the soil boring to the right centerline of the landfill. 

 
TABLE 5-4 

MAXIMUM SETTLEMENT SE for Site 3 
Depth (ft) Total I Stress (ksf) Es (ksf) Settlement SE (ft)

10 0.999 1.6890 375 0.045 
20 0.995 1.6821 375 0.045 
30 0.986 1.6666 375 0.044 
40 0.977 1.6511 375 0.044 
50 0.947 1.6002 375 0.043 
60 0.917 1.5503 375 0.041 
70 0.904 1.5278 375 0.041 
80 0.843 1.4243 375 0.038 
90 0.815 1.3776 375 0.037 

  Total 0.378 feet 
  = 4.5 inches 

 
Notes:  
Total I = sum of I values in Zone I through Zone IV 
Stress = P * I, where: 

 P = Contact Stress = γH, where: 
       γ = density of fill = 130 pcf 
       H = depth of fill = 13 ft (maximum) 
          = 130 pcf * 13 ft = 1690 psf or 1.69 ksf 
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ES = 8N, where ES = Elastic modulus (ton/SF) and N = standard penetration number (see Nav above) 
ES (ksf) = ES (ton/SF) * 2 
Settlement for each 10 foot layer = Stress / Elastic Modulus * Thickness, where Thickness = 10 feet 

 
TABLE 5-5 

MINIMUM SETTLEMENT SE for Site 3 
Depth (ft) Total I Stress (ksf) Es (ksf) Settlement SE (ft) 

10 0.999 0.3898 375 0.010  
20 0.995 0.3882 375 0.010  
30 0.986 0.3846 375 0.010  
40 0.977 0.3810 375 0.010  
50 0.947 0.3693 375 0.010  
60 0.917 0.3578 375 0.010  
70 0.904 0.3526 375 0.009  
80 0.843 0.3287 375 0.009  
90 0.815 0.3179 375 0.008  

  Total 0.087 feet 
  = 1.0 inches 

 
Notes:   
Total I = sum of I values in Zone I through Zone IV  
Stress = P * I, where:  

 P = Contact Stress = gH, where:   
       g = density of fill = 130 pcf  
       H = depth of fill = 3 ft (minimum) 
          = 130 pcf * 3 ft = 390 psf or 0.39 ksf  

ES (ksf) = ES (ton/SF) * 2  
   
   

Estimated Maximum SE: 4.5 inches   
Estimated Minimum SE: 1.0 inches   
Estimated Differential SE: 3.5 inches   
 

Since the Site 3 landfill contains buried waste, it was necessary to calculate the consolidation settlement 

and secondary compression settlement, which occur over time.  The consolidation settlement (SC) was 

determined as follows: 

SC = H * Cr * log [(P0 + DP)/P0] 

Where: 

 ∆P = γs D 

 P0 = γw * H/2 + γEC * L 

 The variables are defined in the following calculations. 

 

The secondary compression settlement (SS) was determined as follows: 

SS = H [Ca/(1 + e0)] log (t2/t1) 

5-5 



 

The variables are defined in the following calculations. 

 

Next, the maximum and minimum Total Settlement (ST) values were calculated.  The maximum ST is the 

sum of the maximum elastic settlement, the consolidation settlement, and the secondary compression 

settlement, as shown below: 

ST (maximum) = SE + SC + SS 

 

The minimum ST is equal to the maximum elastic settlement (SE).  The minimum ST occurs at locations 

with no buried waste material and, therefore, no consolidation settlement or secondary compression 

settlement. 

ST (minimum) = SE 

 

Finally, the differential ST was determined by calculating the difference between the maximum and 

minimum ST.  
CONSOLIDATION SETTLEMENT SC 

SC = H Cr log [(P0 + DP)/P0] = 0.346 feet Zamiskie, 1994 
       = 4.2 inches  
          

DP = gs D    = 1690 psf  
           

P0 = gw * H/2 + gEC * L = 609 psf  
          
 
Definitions:         
            
SC = Consolidation settlement    
P0 = Initial effective stress at mid-depth of the waste  
DP = Stress increase due to fill placement  
            
Cr = Compression Ratio = 0.1   U.S. Department of the Navy, 1982 
           
D = thickness of cover soil = 13 feet  
L = thickness of existing cover = 3 feet  
H = thickness of waste = 6 feet (maximum)  
           
gs = density of cover soil = 130 pcf  
gEC = density of existing cover = 130 pcf  
gw = density of waste = 73 pcf  
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SECONDARY COMPRESSION SETTLEMENT SS 

SS = H [Ca/(1 + e0)] log (t2/t1) = 0.089 feet   
       = 1.1 inches  
            
Definitions:         
            
SS = Secondary settlement     
            
H = thickness of waste = 6 feet (maximum) 
Ca = Secondary Compression 
Index 

= 0.020 U.S. Department of the Navy, 1982 

e0       = 1    
t1 = starting time  = 1 year  
t2 = ending time  = 30 years  

 
TOTAL SETTLEMENT ST 

Maximum ST (at location with maximum waste thickness and maximum elastic settlement): 
ST = SE + SC + SS       

= 4.5 + 4.2 + 1.1  = 9.8 inches   
             

Minimum ST (at locations with no waste material and minimum elastic settlement): 
ST = SE      = 1.0 inches   

             
Differential ST         

= 9.8 - 1.0    = 8.7 inches   
 
References          
U.S. Department of the Navy (1982), "Soil Mechanics Design Manual 7", Naval Facilities 

 Engineering Command, Alexandria, Virginia. 
Zamiskie, et al. (1994), Settlement Evaluation for Cap Closure Performance, ASCE Special 

 Publication No. 40, pp. 462-475, New York. 
 

The results obtained from the settlement calculation are conservative.  

5.2.2 Waste Delineation 

A total of 77 geoprobe borings were completed at Site 3. These boring activities were conducted from  

June 4, 2001 through June 13, 2001 at the locations shown on the Contract Drawings.  Each boring was 

driven to the required depth and the soil characteristics and geotechnical information from each boring 

sample were recorded on the boring logs as shown in Attachment # 2.   

 

The results of the geoprobe and hand augered borings determined that the boundary of the landfill was 

somewhat different than was originally estimated by Tetra Tech NUS, Inc.  The boundary of waste was 

actually smaller than anticipated in the Record of Decision (ROD).  The approximate size of the Site 3 
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landfill was determined to be 4.88 acres based on the geoprobe information.  The boundary of the landfill 

is shown on the Contract Drawings. 

5.2.3 Wetlands Delineation 

On June 6, 2001, an on-site inspection of Sites 3 at NWS Earle was conducted by FWENC to confirm the 

presence or absence of wetlands within the site limits.  The following information summarizes site 

conditions for Site 3 during the time of the site inspection.  Data forms for the on-site wetlands 

determination are included in Attachment # 3. 

 
Site 3 was primarily a wooded area with an open area in the center.  Dominant vegetation throughout 

much of the site included pitch pine (Pinus rigida), various oak species (Quercus spp.), black cherry 

(Prunus serotina), and black huckleberry (Gaylussacia baccata).  The open area near the center of the 

site consisted primarily of sweet fern (Comptonia peregrina), and switchgrass (Panicum virgatum).  From 

this list of dominants, no portion of the site was determined to contain hydrophytic (wetland) vegetation. 

 

Soils within the Site consisted of sandy fill material deposited during previous landfill operations and 

subsequent closure.  Soil colors observed typically consisted of a dark grayish brown (10YR4/2) sandy 

surface layer two inches thick over a yellowish brown (2.5Y5/4) sand.  Based on this information, soils 

within Site 3 were determined to be non-hydric. 

 

No evidence of standing water, soil saturation, or secondary indicators of wetland hydrology was 

observed anywhere within the Site, and, therefore, wetland hydrology was determined to not be present. 

 

Based on the on-site observations described above, all of Site 3 was determined to be non-wetland. 

5.2.4 Topographic Survey 

A topographic survey was performed at Site 3 from June 4, 2001 through June 15, 2001 to map the 

existing site topography and provide a basis for cut/fill calculations for the cap installation. The 

topographic survey of Site 3 is included in the Contract Drawings.   

5.3 PRE-DESIGN INVESTIGATION – SITE 10 

5.3.1 Geotechnical Investigation 

The geotechnical investigation was performed at Site 10 from June 4, 2001 through June 13, 2001 and 

included the completion of three (3) geotechnical borings at the locations indicated on the Contract 

Drawings.   
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5.3.1.1 Soil Borings 

A total of three (3) geotechnical soil borings were completed at Site 10.  These borings were drilled using 

hollow stem auger techniques.  The soil boring activities were conducted from June 4, 2001 through June 

13, 2001 by B & B Drilling. 

 

Each split-spoon sampler was driven to the required depth with a rig-mounted hammer weighing 140 

pounds falling 30 inches.  Soil characteristics and geotechnical information from each split-spoon sample 

were recorded on the boring logs. 

 

Upon completion of each boring, the individual borings were backfilled with the drill cuttings and bentonite 

grout through the center of the augers with a tremmie tube.  Each boring was grouted from the bottom of 

the boring to the ground surface. 

 

Boring logs for the three (3) geotechnical borings are included in Attachment # 4.  All three (3) 

geotechnical borings were completed inside the landfill at Site 10.  

5.3.1.2 Settlement Determination 

The three (3) soil borings were conducted using the Standard Penetration Test Method (ASTM D-1586) 

as the borings were advanced.  As each split-spoon sample was collected, the soil was visually classified 

and inspected.  The soil boring locations are shown on the Contract Drawings.  Additionally, the standard 

penetration number (N) was recorded in the field log.  The information obtained during the drilling 

activities are presented on the boring logs.  Using the standard penetration number, the settlement 

analysis was determined as follows: 

 

For the Site 10 landfill, which does not have a ditch along the centerline, the maximum settlement was 

calculated by considering the entire landfill area, divided into 4 equal zones.  All other calculations were 

performed similar to those for Site 3. 

 

To calculate the minimum settlement, Boussinesq’s formula for stresses under the corner of a rectangular 

area was again utilized to determine the stress profile; however, the minimum fill thickness was used in 

calculating the stress.  The minimum fill thickness occurs at the edges of the landfills.  The same 

sequence of calculations was performed as for the maximum settlement. 
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TABLE 5-6 
DIMENSIONS OF ZONES for Site 10 

Zone B (ft) L (ft) 
I 90 240 
II 90 240 
III 90 240 
IV 90 240 

TABLE 5-7 
STRESS INFLUENCE FACTOR I for Site 10 

Depth (ft) Zone I Zones II, III, and IV 
Z m n I m n I 
10 9.0 24.0 0.250 same as Zone I 
20 4.5 12.0 0.249  
30 3.0 8.0 0.246  
40 2.3 6.0 0.242  
50 1.8 4.8 0.237  
60 1.5 4.0 0.229  
70 1.3 3.4 0.221  
80 1.1 3.0 0.210  
90 1.0 2.7 0.203  

 
Notes:   
m = B / Z   
n = L / Z   
To find I based on m and n, see Table 3.7 - Variation of Influence Value, pg. 176, Principles of 
Foundation Engineering, 2nd Ed. 

 
TABLE 5-8 

AVERAGE BLOW COUNTS N for Site 10 
 Blow Counts / Foot 
 N 

 SB10-01 SB10-02 SB10-03 
Depth (ft)   offset 50' 

0-2 16 18 17 
2-4 26 13 25 
4-6 33 23 13 
6-8 16 13 11 

8-10 9 14 7 
10-12 6 12 5 
12-14 11 10 6 
14-16 14 12 12 
16-18 17 8 12 
18-20 29 15 16 
20-22 8 22 28 

    
Nav 17 15 14 

 Nav (all soil borings) = 15 
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Notes:   
Blow counts were determined from Boring Logs (Attachment 4 of this report) 
Blow Counts/Foot at each depth is the sum of blow counts at 2nd 6-inch interval and 3rd 6-inch interval. 
Offset value is the distance from the soil boring to the centerline of the landfill, if soil boring does not coincide 
with centerline. 
 

TABLE 5-9 
MAXIMUM SETTLEMENT SE for Site 10 

Depth (ft) Total I Stress (ksf) Es (ksf) Settlement SE (ft) 
10 0.999 0.9095 241 0.038  
20 0.995 0.9057 241 0.038  
30 0.986 0.8971 241 0.037  
40 0.968 0.8806 241 0.037  
50 0.946 0.8611 241 0.036  
60 0.916 0.8336 241 0.035  
70 0.883 0.8032 241 0.033  
80 0.839 0.7639 241 0.032  
90 0.812 0.7385 241 0.031  

   Total 0.315 feet 
  = 3.8 inches 

 
Notes:   
Total I = sum of I values in Zone I through Zone IV  
Stress = P * I, where:  

 P = Contact Stress = gH, where:    
       g = density of fill = 130 pcf  
       H = depth of fill = 7 ft (maximum)  
          = 130 pcf * 7 ft = 910 psf or 0.91 ksf   

ES = 8N, where ES (ton/SF) = Elastic modulus and N = standard penetration number (see Nav above) 
ES (ksf) = ES (ton/SF) * 2  
Settlement for each 10-ft layer = Stress / Elastic Modulus * Thickness, where Thickness = 10 ft 

 
TABLE 5-10 

MINIMUM SETTLEMENT SE for Site 10 

Depth (ft) Total I Stress (ksf) Es (ksf) Settlement SE (ft) 
10 0.999 0.4597 241 0.019  
20 0.995 0.4578 241 0.019  
30 0.986 0.4535 241 0.019  
40 0.968 0.4451 241 0.018  
50 0.946 0.4353 241 0.018  
60 0.916 0.4214 241 0.017  
70 0.883 0.4060 241 0.017  
80 0.839 0.3862 241 0.016  
90 0.812 0.3733 241 0.015  

   Total 0.159 feet 
   = 1.9 inches 
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Notes:   
Total I = sum of I values in Zone I through Zone IV  
Stress = P * I, where:  

 P = Contact Stress = gH, where:   
       g = density of fill = 130 pcf  
       H = depth of fill = 3.5 ft (minimum)  
          = 130 pcf * 3.5 ft = 455 psf or 0.46 ksf   

ES = 8N, where ES (ton/SF) = Elastic modulus and N = standard penetration number (see Nav above) 
ES (ksf) = ES (ton/SF) * 2  
Settlement for each 10-ft layer = Stress / Elastic Modulus * Thickness, where Thickness = 10 ft 

   
   

Estimated Maximum SE: 3.8 inches  
Estimated Minimum SE: 1.9 inches  
Estimated Differential SE: 1.9 inches  
 
The results obtained from the settlement calculation are conservative. 

5.3.2 Waste Delineation 

A total of 26 geoprobe borings were completed at Site 10. These boring activities were conducted from 

June 4, 2001 through June 13, 2001 at the locations shown on the Contract Drawings.  Each boring was 

driven to the required depth and the soil characteristics and geotechnical information from each boring 

sample were recorded on the boring logs as shown in Attachment # 5.   
 

The results of the geoprobe and hand augered borings determined that the boundary of the landfill was 

somewhat different than was originally estimated.  The boundary of waste was actually larger than 

anticipated in the Record of Decision (ROD).  The approximate size of the Site 10 landfill was determined 

to be two (2) acres based on the geoprobe information.  The boundary of the landfill is shown on the 

Contract Drawings. 

5.3.3 Wetlands Delineation 

On June 6, 2001, an on-site inspection of Site 10 at NWS Earle was conducted by FWENC to confirm the 

presence or absence of wetlands within the site limits.  The following information summarizes site 

conditions for Site 10 during the time of the site inspection.  Data forms for the on-site wetlands 

determination are included in Attachment # 3. 

 

Field conditions at Site 10 closely resembled those described for Site 3, consisting of a forested area over 

sandy fill material.  Vegetation consisted primarily of pitch pine, oak species, black cherry saplings, and 

black huckleberry, and was determined to not be hydrophytic.  Soils within Site 10 consisted of a grayish 

brown sandy surface layer over yellowish brown sand and were determined to be non-hydric.  No 

evidence of wetland hydrology was observed within the Site limits.  Therefore, as with Site 3, the entirety 

of Site 10 was determined to be non-wetland. 
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5.3.4 Topographic Survey 

A topographic survey was performed at Site 10 from June 4, 2001 through June 15, 2001 to map the 

existing site topography and provide a basis for cut/fill calculations for the cap installation. The 

topographic survey of Site 10 is included in the Contract Drawings.   

5.3.5 HELP Model 

The following summarizes the input selections and output for the HELP Model 3.07 for the Earle, NJ 

Landfill Project at the Naval Weapons Station. 

 

INFORMATION PROVIDED 

The information supplied consisted of Final Grading Plan, and Cover System Details Drawings, and a 

drainage landfill area of 2.5 acres.  The Grading Plan shows a final grade of approximately 5 percent with 

a 100-foot slope from the peak to the edge of the landfill area.  The cross-section of the cap, from the top 

down, includes a 6-inch topsoil layer, 12-inch cover soil layer, 8 ounce geotextile separation fabric, 12-

inch sand drainage layer, a 60-mil HDPE geomembrane, 12-inch layer of poorly graded sand and gravel 

for gas management, and the landfill waste material layer. 

 

INFORMATION REQUIRED 

The required output was to determine the maximum water elevation (head) on top of the geomembrane 

layer (layer 4).   

 

INPUT PARAMETERS 

The precipitation information entered into the model was for a 25 year period and was entered using the 

Edison and Newark data files.  These data files were used due to their proximity to the Naval Weapons 

Station.   

 

The Evapotranspiration Data was also for the Edison area.  The Evaporative Zone Depth used was 20 

inches and was a default value for the area.  The Leaf Area Index (LAI) used was 2, which is indicative of 

a fair stand of grass cover. 

 

The soil layers were identified and entered into the model, but there was difficulty getting the model to 

generate output when the cross section was stopped at the geomembrane layer where the head 

information was needed.  Following the landfill features figure in the HELP User’s Guide (Figure 1) and 

the soils and geosynthetic characteristics (Table 4) the soil layers (top to bottom) were then identified as 

follows: 
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1. Layer Type 1, Vertical percolation layer, 6 inches, soil texture 9 (ML) 

2. Layer Type 3, Barrier Soil Layer, 12 inches, soil texture 27 (SC) 

3. Layer Type 2, Vertical percolation layer, 12 inches, soil texture 1 (SP) 

4. Layer Type 4, Geomembrane, 60 mil HDPE, soil texture 35 (HDPE) 

5. Layer Type 2, Vertical percolation layer, 12 inches, soil texture 2 (SW) 

6. Layer Type 2, Vertical percolation layer, assumed depth of 120 inches, soil texture 18, 

Municipal Waste  

7. Layer Type 3, Barrier soil layer, assumed depth of 600 inches, soil texture  27 (SC) 

 

For the geomembrane layer the following assumptions were made: 

 

1. The pinhole density was assumed to be 1 per acre because this was the upper limit given as 

typical for manufacturing defects. 

2. The installation defects were assumed to be 4 per acre which is the best value of fair 

installation or the worst value of the good installation.   

3. The placement quality was assumed to be a 3 for good field installation with well prepared, 

smooth soil surface and wrinkle control. 

 

The HELP Model was used to compute a Runoff Curve Number (CN) of 88.3 with a cross slope of 5 

percent and a slope length of 100 feet for vegetation type 2 and soil texture 9. 

 

The Model was run to produce a daily, monthly and yearly output for each of the 25 years.  The 

summaries for each year, including the head and inflow to each layer are listed at the beginning of the 

daily precipitation and runoff data for each year and are included in Attachment 7. 

 

OUTPUT SUMMARY 

The maximum head on the geomembrane is 2.155 inches, the average maximum yearly head is 1.19 

inches and the average daily head is 0.447 inches. Therefore, the sand drainage layer thickness is 

adequate. 
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6. DESIGN REQUIREMENTS 

6.1 APPROACH 

The description for each site closure is included in the Technical Specifications, Section 1010. 

6.2 FINAL COVER SYSTEM DESIGN – SITE 3 

The cap system for the Site 3 landfill as described in the ROD will include the following components in 

ascending order: 

• Placement and compaction of 30 inches of cover soil material; and 

• Placement of 6 inches of top soil to support final seeding and vegetation. 

6.2.1 Demolition of Existing Structures 

Prior to the landfill cap installation, two existing small wooden structures located on-site will be 

demolished.  Refer to the Contract Drawings for structure locations and Technical Specifications. 

6.2.2 Landfill Subgrade Preparation/Excavation 

The landfill subgrade will be prepared prior to the cap installation.  Additionally, the placement and 

compaction of fill subgrade materials within the limits of the existing landfill material will be performed to 

achieve the subgrade elevation as shown on the Contract Drawings.  The cut and fill calculation for the 

subgrade is as follows: 
 

The calculations to determine the cut and fill volumes for the Site 3 landfill were completed with the aide 

of AutoCAD. Using the Grading Cross Sections and the Final Grading Plan as shown on the Contract 

Drawings for Site 3.  The cross-sectional areas were calculated for each of the previously assigned 

stations, 0+00 through 5+50, of the landfill.  On these cross-sections the areas of cut and fill are denoted 

as the areas between the existing grade and the subgrade.  Fill areas were shown as the subgrade being 

located at a higher elevation than the existing grade and cut areas were shown as the subgrade being at 

a lower elevation than the existing grade. 
 

The cross-sectional areas for the cut and fill sections of the landfill were determined using the AutoCAD 

LT 2000 polygon area calculation feature.  The areas determined by AutoCAD were divided by 20 to 

obtain results in square feet (SF) and to account for the different horizontal and vertical scales of the 

figures. 
 

The corrected cross-sectional areas were then multiplied by 50 feet, the distance between each station, 

as shown on the Contract Drawings, to obtain the cut and fill volumes.  However, for Station 5+50, 75 feet 

was used as the thickness instead of 50 feet, to include the volume between the station cross section line 

and the southern edge of the landfill. 
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TABLE 6-1 
SITE 3 LANDFILL CUT AND FILL VOLUMES 

Station  Area calculated 
by AutoCAD 1 

Corrected Area 2 

(AutoCAD area / 20) 
ft2 

Fill or Cut Volume 3 

(Corrected Area * 50) 

Station 0+00 FILL 20,864 1,043 52,161 CF or 1,932 CY  

Station 0+50 FILL 39,256 1,963 98,140 CF or 3,635 CY  

Station 1+00 FILL 48,060 2,403 120,150 CF or 4,450 CY  

Station 1+50 FILL 44,618 2,231 111,545 CF or 4,131 CY  

Station 2+00 FILL 38,517 1,926 96,293 CF or 3,566 CY  

Station 2+50 FILL 31,588 1,579 78,970 CF or 2,925 CY  

Station 3+00 FILL 25,099 1,255 62,747 CF or 2,324 CY  

Station 3+50 FILL 16,711 836 41,779 CF or 1,547 CY  

 CUT 340 17 851 CF or  32 CY

Station 4+00 FILL 11,801 590 29,502 CF or 1,093 CY  

 CUT 1,752 88 4,381 CF or  162 CY

Station 4+50 FILL 12,483 624 31,207 CF or 1,156 CY  

 CUT 5,145 257 12,862 CF or  476 CY

Station 5+00 FILL 12,267 613 30,667 CF or 1,136 CY  

 CUT 1,652 83 4,130 CF or  153 CY

Station 5+50 FILL 8,333 417 31,250 CF or 1,157 CY  

 CUT 2,396 120 8,986 CF or  333 CY
 

Total Fill Volume (cy) =  29,052 
Total Cut Volume (cy) =  1.156 
Net Fill Volume (cy) =   27,896 
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Notes: 1 The cut and fill areas are the areas between the existing grade and the proposed 

subgrade, including the areas outside the landfill edge.  Areas were determined 

using the AutoCAD LT 2000 polygon area calculation feature. 
2   Areas calculated by AutoCAD were divided by 20 to account for the horizontal and 

vertical scales of the figures and the obtain the results in square feet. 
3  The areas at each station were multiplied by a “thickness” of 50 feet to obtain the 

cut and fill volumes, based on the distance of 50 feet between each station.  

However, for Station 5+50, 75 feet was used as the “thickness” instead of 50 feet, 

to include the volume south of the station cross section line. 
 

The cut and fill volumes for the ditches on Site 3 were determined through hand calculations.  Using the 

Grading Cross-Sections and the Final Grading Plan as shown on the Contract Drawings for Site 3.  The 

cross-sectional areas were calculated for each of the previously assigned stations, 0+00 through 5+50, of 

the landfill.  On these cross-sections the areas of cut and fill are denoted as the areas between the 

existing grade and the subgrade.  Fill areas were shown as the subgrade being located at a higher 

elevation than the existing grade and cut areas were shown as the subgrade being at a lower elevation 

than the existing grade. 

 

Once the cut and fill areas were identified, the areas were broken down into simple shapes, such as 

squares and triangles.  The areas of the shapes were determined and summed together to ascertain the 

cross-sectional area of the cut or fill (See Table 6-2).   

 

The volumes of the cut and fill between stations were then determined by averaging the total cut or fill 

areas at the stations and multiplying the cross-sectional areas by the distance between the two station. 
 

TABLE 6-2 
SITE 3 DITCHES CUT AND FILL VOLUMES 

Station 
West 
Ditch 

Fill Area 
ft2 (1) 

West 
Ditch 

Cut Area 
ft2 (1) 

Central 
Ditch 

Fill Area 
ft2 (1) 

Central 
Ditch 

Cut Area 
ft2 (1) 

East 
Ditch 

Fill Area 
ft2 (1) 

East 
Ditch 

Cut Area 
ft2 (1) 

Volume of 
Fill 2 

cy 

Volume To 
Be Cut 2 

Cy 

Station 0+00 - 
Station 0+00 
(across top) 

115.78 0 N/A N/A N/A N/A 2,187.03 0 

Station 0+00 - 
Station 0+50 164.99 0 0 8.44 66.06 0 684.61 15.62 

Station 0+50 - 
Station 1+00 87.57 0 0 7.98 68.14 0 435.77 14.78 

Station 1+00 - 
Station 1+50 35.96 0 0 7.98 50.69 0 182.35 14.78 
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TABLE 6-2 (Continued) 

SITE 3 DITCHES CUT AND FILL VOLUMES 

Station 
West 
Ditch 

Fill Area 
ft2 (1) 

West 
Ditch 

Cut Area 
ft2 (1) 

Central 
Ditch 

Fill Area 
ft2 (1) 

Central 
Ditch 

Cut Area 
ft2 (1) 

East 
Ditch 

Fill Area 
ft2 (1) 

East 
Ditch 

Cut Area 
ft2 (1) 

Volume of 
Fill 2 

cy 

Volume To 
Be Cut 2 

Cy 

Station 1+50 - 
Station 2+00 65.43 0 0 7.98 27.43 0 345.58 14.78 

Station 2+00 - 
Station 2+50 53.15 0 0 7.98 8.35 2.05 131.17 19.17 

Station 2+50 - 
Station 3+00 33.73 0 0 7.98 0 9.62 64.23 33.09 

Station 3+00 - 
Station 3+50 12.42 0.15 0 7.49 8.44 6.97 41.28 27.94 

Station 3+50 - 
Station 4+00 1.53 2.65 0 8.26 0 21.72 6.46 37.14 

Station 4+00 - 
Station 4+50 71.05 0.06 0 9.53 0.35 21.72 134.91 58.79 

Station 4+50 - 
Station 5+00 67.56 0.49 0 11.11 3.87 21.23 199.37 81.19 

Station 5+00 - 
Station 5+50 0 5.30 0 11.91 11.01 4.64 24.46 44.15 

Station 5+50 – 
Central Ditch 

(across bottom) 
N/A N/A N/A N/A 36.00 7.80 293.33 63.46 

 

Total Fill Volume (cy) =  4,730.55 
Total Cut Volume (cy) =  424.89 
Net Fill Volume (cy) =   4,305.66 
 

Notes: 1 The cut and fill area are shown on Drawing Numbers C-10 through C-15 as the 

area between the existing grade and the proposed subgrade.  These areas were 

calculated by hand and averaged. 
2   The cut and fill volumes were determined by multiplying the average cross-

sectional areas by the distance between each station. 

 

For Site 3, the total volume of fill was determined to be 29,052 cubic yards (cy) and the total volume to be 

cut was determined to be 1,156 cy.  The volume of cut was subtracted from the volume of fill to determine 

the net volume of fill that will be required to be brought to the site.  The net volume of fill for Site 3 is 

27,896 cy.  This value indicates that approximately 27,896 cy of fill will be required to complete capping 

activities.  Table 6-1 presents cross-sectional areas and volumes calculated for Site 3 cut and fill. 
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6.2.3 Installation of the 3-Foot Soil Cover Cap 

Components of the installation of the 3-foot soil cover cap in ascending order consist of placement and 

compaction of 30 inches of cover soil material and the placement of 6 inches of top soil to support final 

seeding and vegetation.  The installation of the cap will be performed according to the Contract Drawings 

and Technical Specifications. The final top soil layer will be graded to promote proper run-off, to prevent 

run-on, and to accommodate settling.  The state sanitary landfill regulations require that, after allowing for 

settlement, the top surface of a landfill cap be between 3 percent and 5 percent.  To be conservative, a 

minimum slope of 5 percent slope was used in the design.  Side slopes will be constructed to a 3 to 1 (3 

horizontal to 1 vertical) slope.  The proposed design promotes the run-off of precipitation.    

6.2.4 Storm Water Management Measures (Reinforced Concrete Pipes, Headwalls, and Drainage 
Ditches) 

The cap at Site 3 will have proper storm water drainage.  The components of the storm drainage system 

are included in the Soil Erosion and Sediment Control Plan. 

 

All storm water management measures implemented will be performed according to the Contract 

Drawings and Technical Specifications. 

6.2.5 Monitoring Wells 

A monitoring well modification will be performed to the existing monitoring wells prior to the cap 

installation.  The monitoring well modification consists of extending the existing wells to 3 feet above 

finished grade. The monitoring well modification must be performed according to the Contract Drawings 

and Technical Specifications. Monitoring wells outside the cap boundaries will remain in their present 

configuration and will not be modified.  In addition, three new monitoring wells will be installed outside the 

landfill boundary. 

6.2.6 Seeding 

As a final component to the landfill cap, seeding must be completed as follows: 

• Scarifying the seedbed; 

• Furnishing and placing pulverized agricultural limestone, commercial fertilizer, seed, and 

mulching; and 

• Maintaining seeded areas. 

All Seeding must be in compliance with the Contract Drawings and Technical Specifications. 
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6.3 FINAL COVER SYSTEM DESIGN – SITE 10 

The cap system for the Site 10 landfill as described in the ROD includes the following components in 

ascending order:  

• Placement of 12-inch gas management sand layer; 

• Installation of 60-mil HDPE geomembrane liner on the plateau and side-slopes of the 

cover system; 

• Placement of a 12-inch sand drainage layer; 

• Placement of 8-ounce geotextile fabric between the drainage layer and the cover soil 

material; 

• Placement and compaction of 12 inches of cover soil material; and 

• Placement of 6 inches of top soil to support final seeding and vegetation. 

6.3.1 Landfill Subgrade Preparation/Excavation 

The landfill subgrade will be prepared prior to the cap installation.  Additionally, the placement and 

compaction of subgrade materials within the limits of the existing landfill material will be performed to 

achieve the subgrade elevation as shown on the Contract Drawings and Technical Specifications.  The 

cut and fill calculation for the subgrade is as follows: 

 

The cut and fill volumes for Site 10 were determined through hand calculations.  Using the Grading 

Cross-Sections and the Final Grading Plan as shown on the Contract Drawings for Site 10.  The cross-

sectional areas were calculated for each of the previously assigned stations, 0+00 through 4+00, of the 

landfill.  On these cross-sections the areas of cut and fill are denoted as the areas between the existing 

grade and the subgrade.  Fill areas were shown as the subgrade being located at a higher elevation than 

the existing grade and cut areas were shown as the subgrade being at a lower elevation than the existing 

grade. 

 

Once the cut and fill areas were identified, the areas were broken down into simple shapes, such as 

squares and triangles.  The areas of the shapes were determined and summed together to ascertain the 

cross-sectional area of the cut or fill (See Table 6-3).   

 

The volumes of the cut and fill were then determined by multiplying the cross-sectional areas by 50 feet, 

the distance between each station.  For Site 10, the total volume of fill was determined to be 1,121 cubic 

yards (cy) and the total volume to be cut was determined to be 1,654 cy.  The volume of cut was 

subtracted from the volume of fill to determine the net volume of fill that will be required to be brought to 
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the site.  The net volume of fill for Site 10 is -533 cy.  This negative value indicates that an excess of 533 

cy of fill will remain once the capping activities have been completed. Table 2 presents cross-sectional 

areas and volumes calculated for Site 10 cut and fill. 

TABLE 6-3 
SITE 10 CUT AND FILL VOLUMES 

Station Fill Area1 

ft2 
Cut Area 1 

ft2 
Volume of Fill 2 

cy 
Volume To Be Cut 2 

cy 

Station 0+00 91.33 27.19 169 50 

Station 0+50 130.78 20.00 242 37 

Station 1+00 126.33 16.88 234 31 

Station 1+50 68.28 59.53 126 110 

Station 2+00 35.66 95.94 66 178 

Station 2+50 69.92 121.56 129 225 

Station 3+00 47.19 147.03 87 272 

Station 3+50 21.25 221.41 39 410 

Station 4+00 14.53 183.44 27 340 

 

Total Fill Volume (cy) =  1,121 
Total Cut Volume (cy) =  1.654 
Net Fill Volume (cy) =   -533 
 

Notes: 1 The cut and fill area are shown on Drawing Numbers C-15 and C-16 as the area 

between the existing grade and the proposed subgrade.  These areas were 

calculated by hand. 
2   The cut and fill volumes were determined by multiplying the cross-sectional areas 

by 50 feet, the distance between each station. 

6.3.2 Gas Management Layer 

The gas management layer of the landfill cap at Site 10 will be installed according to the Contract 

Drawings and Technical Specifications. The landfill gas management layer will serve as a gas 

management layer to collect gasses which may be generated by the landfill and to direct the landfill 

gases to passive gas vents.   
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6.3.3 Geomembrane 

A 60-mil HDPE liner will be installed at Site 10 in locations as shown on the Contract Drawings.   

6.3.4 Sand Drainage Layer 

The sand drainage layer will be installed according to the Contract Drawings and Technical 

Specifications. The function of the drainage layer is to reduce the head, which will develop on the 

geomembrane due to water infiltrating into the cap system.  The New Jersey regulations require a 12-inch 

thick drainage layer above a geomembrane in a landfill cap.  Based on the New Jersey sanitary landfill 

regulations, the sand drainage layer must achieve a permeability higher or equal to 1 x 10-3 cm/sec.   

6.3.5 Geotextile Fabric  

An 8 ounce geotextile fabric will be installed over the drainage sand material. The geotextile fabric will be 

installed in locations as shown on the Contract Drawings. 

6.3.6 Cover Soil Layer 

Cover soil will be installed over the 8 ounce geotextile fabric in locations as shown on the Contract 

Drawings. 

6.3.7 Top Soil Layer  

The topsoil layer of the landfill cap will be furnished and constructed in accordance with the Contract 

Drawings and Technical Specifications.  The 6-inch layer of top soil will be placed on top of the cover soil 

layer to support final seeding and vegetation.  The final top soil layer is required to have grading that 

promotes proper run-off, to prevent run-on, and to accommodate settling.  The state sanitary landfill 

regulations require that, after allowing for settlement, the top surface of a landfill cap be between 3 

percent and 5 percent.  To be conservative, a minimum slope of 5 percent was used in the design. Side 

slopes will be constructed to a 3 to 1 (3 horizontal to 1 vertical) slope, except on the east side of the 

landfill because of the close proximity of the railroad tracks to the site.  These slopes will vary with 

location as shown on the Contract Drawings.  The proposed design promotes the run-off of precipitation.    

6.3.8 Gas Management Piping 

The components of the gas management piping construction include the placement of the gas 

management piping system for the final cover system. The gas management piping will be furnished and 

installed according to the Contract Drawings and Technical Specifications. 
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6.3.9 Storm Water Management Measures (Reinforced Concrete Pipes, Headwalls, and Drainage 
Ditches) 

The cap at Site 10 will have proper storm water drainage.  The components of the storm drainage system 

construction are included in the Soil Erosion and Sediment Control Plan. 

 

All storm water management measures implemented must be performed according to the Contract 

Drawings and Technical Specifications. 

6.3.10 Monitoring Wells 

A monitoring well modification will be performed to the existing monitoring wells prior to the cap 

installation.  The monitoring well modification consists of extending the existing wells to 3 feet above 

finished grade.  The monitoring well modification will be performed according to the Contract Drawings 

and Technical Specifications.  Monitoring wells outside the cap boundaries will remain in their present 

configuration and will not be modified.   

6.3.11 Seeding 

As a final component to the landfill cap, Seeding will be completed as follows: 

• Scarifying the seedbed. 

• Furnishing and placing pulverized agricultural limestone, commercial fertilizer, seed, and 

mulching. 

• Maintaining seeded areas. 

• All Seeding must be in compliance with the Contract Drawings and Technical Specifications. 

6.4 OTHER DESIGN REQUIREMENTS 

6.4.1 Groundwater Monitoring Wells 

Existing monitoring wells at Sites 3 and 10 will remain as groundwater monitoring wells and will be used 

as part of the long-term periodic monitoring of each site.  Installation of 4 additional groundwater 

monitoring wells is planned.  The wells will be installed as shown on the Contract Drawings.  The wells 

will be installed on Site 3 as shown on the Contract Drawings. 

6.4.2 Maintenance and Repair 

There should be very little maintenance required for these landfill caps, which will be considered 

permanent.  If unforeseen events damage the cap components, the damaged area would be uncovered 

and the damaged geosynthetics removed and replaced, as necessary.  However, the thickness of this 
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cap is expected to be sufficient to prevent such an occurrence.  It is anticipated that the landfill caps will 

require mowing once a year.   

6.4.3 Ordnance Materials 

During the geophysical investigation, ordnance materials were encountered.  All ordnance materials 

appeared to be shell casings, shipping containers, and other components.  No unexploded ordnance 

(UXO) materials were encountered.   
 

Foster Wheeler Environmental UXO personnel will be available during intrusive activities in the areas 

where ordnance materials were encountered.  If ordnance-type materials are encountered, UXO 

personnel will inspect the materials and will determine the proper method for disposal.  

6.4.4 Dust Control 

Dust generated during earth moving activities will be controlled using dust suppression techniques.  Dust 

suppression methods will be approved by the Contracting Officer.  In general, clean water will be used for 

dust suppression.  Special precautions will be taken to monitor dust emissions and implement dust 

control measures during the initial limited activities involving the disturbance of the existing site soils.  

6.4.5 Site Access Road 

A site access road will be constructed at Site 10 and Site 3 in order to gain construction access during the 

landfill cap installations.  The site access roads will be constructed in accordance with the Contract 

Drawings and Technical Specifications. 

6.5 TECHNICAL SPECIFICATIONS AND CONTRACT DRAWINGS 

All Technical Specifications and Contract Drawings have been prepared for this project and are submitted 

as Volume II under this Design Report. 

6.6 PROJECT CONSTRUCTION QUALITY CONTROL PLAN (CQC PLAN) 
A CQC Plan has been prepared for this project and is included in Attachment # 6.  

6.7 REFERENCES 

“Final Design Submission Remedial Action at Operable Unit 1 (Sites 4 and 5)” Volume I of III. 

Prepared by Brown & Root Environmental. Dated November 1997 
 

“Proposed Plan for Sites 3 and 10 (OU-6)” Prepared by Tetra Tech NUS, Inc.  Dated May 2001 
 

“”Record of Decision Operable Unit 6 (OU-6)” Prepared by Tetra Tech NUS, Inc. Dated July 2001 
 

“Standards for Soil Erosion and Sediment Control in New Jersey”  Promulgated by The NJ State 

Conservation Committee. Dated July 1999 
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Geoprobe/Hand Auger Boring Logs – Site 3 
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Data Used for Wetlands Delineation 
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Geotechnical Soil Boring Logs – Site 10 
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Geoprobe/Hand Auger Boring Logs – Site 10 
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1.0 Quality Control Organization 
 
1.1 Project Quality Control Organization Chart 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

PROGRAM MANAGER 
Carl Tippman, P.E. 

QUALITY CONTROL 
PROGRAM MANAGER 

Tom Kelly 

QUALITY CONTROL 
ENGINEER 

Monica Block 

Civil 
Inspectors 

Technical 
Specialists

Mechanical 
Inspectors 

Submittal 
Reviewers

Electrical 
Inspectors

 
 
2.0 Names and Qualifications 
 
2.1 Quality Control Program Manager – Resume′ 
 
See Appendix ‘A’ – Resumes 

 
2.2 Quality Control Engineer – Resume′ 
 
See Appendix ‘A’ – Resumes 
 
3.0 Duties, Responsibilities and Authority of Quality Control Personnel 
 
3.1 Quality Control Program Manager 
 
The Quality Control Program Manager (QCPM) reports directly to the Program Manager on all matters 

affecting quality and this Construction Quality Control Plan.  The QCPM oversees the activities of each 

QC Engineer and is responsible for implementation of QC at the Program level.  The QCPM has the 

following responsibilities and authorities: 

 
• Develop and Maintain the overall Quality Control Program; 

• Review all Construction Quality Control Plans; 

• Technical supervision of all Quality Control Engineers; and 

• Enforce CQC policies and procedures. 
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3.2 Quality Control Engineer 
 
The Quality Control Engineer (QC Engineer) represents the Quality Control Program Manager on the 

Project, is responsible for the overall management and implementation of the Construction Quality 

Control Plan (CQC Plan) and has the authority to act on all Quality Control matters related to the Project.  

The QC Engineer has the following responsibilities and authorities: 

 
• Attend the Coordination and Mutual Understanding Meeting; 

• Conduct Construction Quality Control Meetings; 

• Perform the Three Phases of Control; 

• Perform Submittal Review; 

• Perform Submittal Approval, except for submittals designated for Contracting Officer or 

designated representative approval; 

• Ensure Testing is performed; 

• Prepare CQC Certifications; 

• Prepare required documentation. 

 
3.3 Quality Control Inspectors/Specialists/Technicians/Reviewers 
 
Qualified personnel may be assigned to the Project on an as-needed basis to perform Quality Control 

testing, monitoring functions for definable features of work or submittal review which requires use of 

specialized testing equipment and/or other specialized skills, talents or knowledge in order to verify 

compliance with requirements. 

 
When Quality Control Inspectors/Specialist/Technicians/Reviewers are utilized, they report directly to the 

QC Engineer and can have the following responsibilities and authorities as assigned by the QC Engineer: 

 
• Perform the Three Phases of Control; 

• Perform Submittal Review; 

• Ensure Testing is performed; and 

• Prepare required documentation. 

 
4.0 Outside Organizations 
 
4.1 General 
 
This is an initial listing of outside organizations that will be employed by FWENC for this Project along 

with a description of services that these firms will provide.   

 
This listing may not be available or only partially complete at the time of issuance of this plan.  The list of 

Outside Organizations providing services to this Project will be maintained and updated on an ongoing 

basis throughout the life of the Project by the QC Engineer at the Project Site.   
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A current Outside Organizations list will always be available for review by the Contracting Officer or 

designated representative at the Project Site. 

 
4.2 Initial Outside Organization Listing  

 
See Appendix ‘B’ – Outside Organizations 
   
5.0 Appointment Letter 
 
5.1 General 
 
This letter, signed by the FWENC Program Manager or designated representative appoints the Quality 

Control Engineer and states the responsibilities for implementing and managing this Construction Quality 

Control Plan and basic quality-related Contract Requirements on this Project.  The letter also specifically 

includes the responsibilities to implement and manage the three phases of Quality Control, and the 

authority to stop work (with concurrence of the CTO Manager), which is not in compliance with the 

Contract. 

 
This appointment letter may not be available at the time of issuance of this plan, pending the assignment 

of the QC Engineer to the Project.  The QC Engineer will be assigned prior to mobilization and the 

appointment letter will be submitted to all listed recipients of the current CQC Plan. 

 
5.2 Letter of Appointment 
 
See Appendix ‘C’ – Letter of Appointment to be submitted prior to construction 
 
6.0 Submittal Procedures and Initial Submittal Register 
 
6.1      Reviewing, Certifying, Approving Authority 

 
FWENC’s Contract Task Order Quality Control organization is responsible for reviewing and certifying 

that submittals are in compliance with Contract Requirements. The approving authority on submittals is 

the Quality Control Engineer, an appointee of the QC Engineer, unless submission to the Contracting 

Officer, or designated representative for approval is specified for the specific submittal. 

 
6.2 Constraints 
 

• Submission: Submittals shall be complete for each definable feature of work; components of the 

definable features inter-related as a system shall be submitted at the same time. 

 
• Acceptability: If submittal acceptability is dependent on conditions, items, or materials included in 

separate subsequent submittals, the submittal will be not be accepted and returned without 

review. 
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• Approval: Approval of a separate material, product, or component does not imply approval of the 

assembly in which the item functions. 

 
6.3 Scheduling 
 

• Coordination: The preparation and processing of submittals will be coordinated with performance 

of the Work so that Work will not be delayed by submittal processing or the need for 

resubmission.  

 
• Review Period: Except as specified otherwise, the review period, beginning with receipt by the 

approving authority, is at least 10 working days for submittals requiring QC Engineer approval 

and an additional 10 working days for submittals requiring Contracting Officer or designated 

representative approval. The period of review for submittals with Contracting Officer or 

designated representative approval begins when the Government receives the submittal from 

FWENC’s Contract Task Order Quality Control organization. The period of review for each 

resubmittal is the same as for the initial submittal. 

 
6.4 Quality Control Engineer Responsibilities 
 

• Receiving Date: Note the date on which the submittal was transmitted to the Contracting Officer 

or designated representative on each submittal. 

 
• Verify Field Conditions: Determine and verify field measurements, materials, field construction 

criteria; review each submittal; and check and coordinate each submittal with requirements of the 

Work and Contract Documents. 

 
• Legible. Ensure that material is clearly legible. 

 
• Certification Stamp. Stamp each sheet of each submittal with the certification stamp, except that 

data submitted in bound volume or on one sheet printed on two sides may be stamped on the 

front of the first sheet only. 

 
(1) When the approving authority is the Contracting Officer or designated representative, the QC 

organization will certify submittals forwarded to the Contracting Officer or designated 

representative with the following certifying statement: 
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I hereby certify that the (equipment) (material) (article) shown and marked in this submittal is that 
proposed to be incorporated into Contract Number N62472-99-D-0032, is in compliance with the Contract 
Drawings and Technical Specification, can be installed in the allocated spaces, and is submitted for 
Government approval. 
 
Certified by Submittal Reviewer _______________________   Date _______________ 
(signature when applicable) 
 
Certified by QC Engineer ____________________________   Date _______________ 
(signature) 

 
(2) When the approving authority is the QC Engineer, the QC Engineer will use the following 

approval statement when forwarding submittals to the Contracting Officer or designated 

representative as "Approved" or "Approved as Noted." 

I hereby certify that the (equipment) (material) (article) shown and marked in this submittal is that 
proposed to be incorporated into Contract Number N62472-99-D-0032, is in compliance with the Contract 
Drawings and Technical Specification, can be installed in the allocated spaces, and is approved for use. 
 
Certified by Submittal Reviewer _______________________ Date _______________ 
(signature when applicable) 
 
Approved by QC Engineer ___________________________ Date _______________ 
(signature) 
 

• Signature: Sign the certifying statement or approval statement. The person signing the certifying 

statements shall be the Quality Control Program Manager, the Quality Control Engineer or a 

person designated in writing by the Quality Control Program Manager as having that authority. 

The signatures shall be in original ink. Stamped signatures are not acceptable. 

 
• Transmission: Transmit submittals to the Contracting Officer or designated representative in 

orderly sequence, in accordance with the submittal register in order to prevent delays in the work, 

delays to the Navy, or delays to separate Subcontractors. 

 
• Action: Act on submittals, determining the appropriate action based on the project schedule and 

status of returned submittals from the Contracting Officer or designated representative. 

 
(1) When the QC Engineer is the approving authority, take the appropriate action on the submittal 

from the possible actions defined in the paragraph entitled "Government  Submittal Actions”. 

 
(2) When the Contracting Officer or designated representative is the approving authority or when 

a variation has been proposed, forward the submittal to the Government with the certifying 

statement or act on a returned submittal marked "Incomplete or Deficient Submittal," “Not 

Accepted for Construction’” or "Revise and Resubmit". 
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• Submittal Register: Update the submittal register as submittal actions occur and maintain the 

submittal register at the Project Site until final acceptance of Work by the Contracting Officer or 

designated representative. 

 
• Revisions: Correct and re-transmit submittals as directed by the Contracting Officer or designated 

representative. Direct specific attention, in writing on resubmitted submittal, to revisions not 

requested by the Contracting Officer or designated representative on previous or original 

submissions. 

 
• Copies: Furnish additional copies of submittals when requested by the Contracting Officer or 

designated representative, to a limit of 20 submittals. 

 
• Completion of Work: Plan to complete submittal preparation work in time to allow the submittal to 

occur as scheduled. 

 
• Distribution: When the approving authority is the QC Engineer, forward two copies of each 

approved submittal, except "samples," where one set is required, to the Contracting Officer or 

designated representative, unless otherwise noted at the pre-construction meeting. 

 
• Retention: Retain a copy of approved submittals at the Project Site. 

 
• Approval: Ensure no Work has begun until submittals for that Work have been approved by the 

QC Engineer or by the Contracting Officer or designated representative.   

  
6.5 Government Submittal Actions 
 
Submittals can be returned with one of the following notations: 
 

• Information only: Submittals marked "Not Reviewed" shall indicate the submittal has been 

previously reviewed and approved or is not required as a submittal for approval. A submittal 

marked "not reviewed" shall be returned with an explanation of the reason it is not reviewed. 

 
• Not Approved: Submittals marked “Not Accepted” or “Incomplete or Deficient Submittal” are not 

approved for construction due to nonconformance.  Submittals that do not have evidence of being 

reviewed and approved by the QC Engineer shall be considered incomplete. The “Incomplete or 

Deficient Submittal” remark indicates that clarification or additional information is needed before 

conformance can be determined.  All submittals not approved shall be resubmitted with 

appropriate action, coordination, or change. 

 
• Approved: Submittals marked "Accepted for Construction" authorize FWENC to proceed with the 

work covered. 
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• Approved as Noted: Submittals marked "Corrections As Noted, Resubmit" authorize FWENC to 

proceed with the work as noted provided FWENC takes no exception to the notations.  

Transmission of the revised submittal is for record purposes. 

 
• Revise and Resubmit: Submittals marked "Revise and Resubmit” indicate the submittal does not 

comply with the design concept or the requirements of the Contract Documents and shall be 

resubmitted with conforming materials and methods. 

 
6.6 Format of Submittals 
 
6.6.1 Transmittal Form 
 
Transmit each submittal, except sample installations and sample panels, to the office of the Contracting 

Officer or designated representative. Transmit submittals with a transmittal form prescribed by the 

Contracting Officer or designated representative. The transmittal form shall identify the submittal as being 

from FWENC, indicate the date of the submittal, and include information prescribed by the transmittal 

form and required in the paragraph entitled "Identifying Submittals."  

 
6.6.2 Identifying Submittals 
 
Identify submittals, except sample panels and sample installations, with the following information 

permanently adhered to or noted on each separate component of each submittal and noted on the 

transmittal form.  Mark each copy of each submittal identically, with the following: 

 
• Project title and location; 

• Construction Contract Number and Contract Task Order; 

• The section and part number of the section by which the submittal is required; 

• The item or control number for the submittal; 

• If a resubmission, an alphabetic suffix on the item or control number, for example, #10A, to 

indicate the resubmission; 

• The name, address, and telephone number of the Subcontractor, Supplier, Manufacturer and any 

other second tier Contractor associated with the submittal; and 

• Product identification and location in Project. 

 
6.6.3 Format for Product Data 
 

• Presentation: Present product data submittals for each section as a complete, bound volume. 

Include a table of contents listing page and catalog item numbers for product data. 

 
• Notation: Indicate, by prominent notation, each product which is being submitted; indicate the 

specification section number and paragraph number to which it pertains.  For each item listed, 
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include the trade or brand name, product number, guarantees/warranties, reference standards, 

and installation instructions. 

 
• Product Supplement: Supplement product data with material prepared for the Project to satisfy 

submittal requirements for which product data does not exist. Identify this material as developed 

specifically for the Project. 

 
6.6.4 Format for Shop Drawings 
 

• Size: Shop drawings shall be not less than 8-1/2 by 11 inches nor more than 30 by 42 inches. 

 
• Placement: Present 8-1/2 by 11 inch shop drawings as a part of the bound volume for the 

submittals required by the section. Present larger drawings in the sets. 

 
• Information: Include on each drawing the drawing title, number, date, and revision numbers and 

dates, in addition to the information required in Paragraph 6.6.2 entitled "Identifying Submittals." 

 
• Dimensions: Prepare drawings demonstrating interface with other trades to scale. All details on 

Shop Drawings submitted for approval shall show clearly the relation of the various parts to the 

main members and lines of the structure. 

 
6.6.5 Format for Samples 
 

• Size: Furnish samples in the sizes below, unless otherwise specified or unless the Manufacturer 

has prepackaged samples of approximately the same size as specified: 

 
(1)  Sample of equipment or device: Full size. 

 
(2)  Sample of materials: Materials shall be built-up to 8-1/2 by 11 inches if less than said size or 

cut down to 8-1/2 by 11 inches for those larger than said size.  All samples shall be adequate 

to indicate color, texture, and material variations.  Sample of linear devices or materials, such 

as conduit and handrails shall be 10-inch length or length to be supplied, if less than 10 

inches.  Sample of non-solid materials (e.g., sand, paint, etc.): One pint, unless specified 

otherwise in technical sections. 

 
(3)  Sample panel: 4 feet by 4 feet. 

 
(4)  Sample installation: 100 square feet. 

 
• Range of Variation: Where unavoidable variations must be expected, submit sets of samples of 

not less than three units showing the extremes and middle of the range. 
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• Reusable Samples: Incorporate returned samples into the Work only if so specified or indicated. 

Incorporated samples shall be in undamaged condition at the time of use. 

 
• Recording of Sample Installation: Note and preserve the notation of the area constituting the 

sample installation but remove the notation at the final cleanup of the Project. 

 
• Color, Texture, or Pattern: When specified in naming a particular manufacturer and style, include 

one sample of that Manufacturer and style for comparison. 

 
6.6.6 Format for Administrative Submittals 
 

• Reference Document: When the submittal includes a document which is to be used in the Project 

or become a part of the project record, other than as a submittal, do not apply the Contractor's 

approval stamp to the document, but to a separate sheet accompanying the document. 

 
• Operation and Maintenance Manual Data: Manuals shall be bound in appropriately sized binders 

with the following information on the cover: Project Owner; Project Location; Contractor; Title of 

Manual; Equipment Name; and Date.  

 
6.7 Quantity of Submittals 
 
6.7.1    Number of Copies of Product Data 
 
Submit five copies of submittals of product data requiring review and approval by the Contracting Officer 

unless otherwise directed. 

 
6.7.2    Number of Copies of Shop Drawings 
 

• For shop drawings presented on sheets larger than 8-1/2 inches by 14 inches, submit one 

reproducible and three prints of each shop drawing prepared for this project unless otherwise 

directed.  

 
(1) Transmit reproducibles rolled in mailing tubes. 

 
(2) After review, the approving authority will retain the prints and return only the reproducible with 

notations resulting from the review. 

 
• For shop drawings presented on sheets 8-1/2 inches by 14 inches or less, conform to the quantity 

requirements for product data unless otherwise directed. 

 
 
 
 
 
 

 

9



6.7.3    Number of Copies of Samples 
 

• Submit two samples, or two sets of samples showing range of variation, of each required item.  

One approved sample or set of samples will be retained by the approving authority and one will 

be returned to the Contractor unless otherwise directed. 

 
• Submit one sample panel or sample installation, where directed. 

 
6.7.4    Number of Copies of Administrative Submittals 
 

• Unless otherwise specified, submit administrative submittals which are 8-1/2 inches by 14 inches 

or smaller in the quantity required for product data. 

 
• Unless otherwise specified, submit administrative submittals larger than 8-1/2 inches by 14 

inches in the quantities required for shop drawings. 

 
6.8 Schedule of Submittal Descriptions 
 
6.8.1 Product Data 
 
Submittals which provide calculations, descriptions, or other documentation regarding the Work including: 

 
• Manufacturer's Catalog Data 

 
Data composed of catalog cuts, brochures, circulars, specifications, and product data, and 

printed information in sufficient detail and scope to verify compliance with requirements of the 

Contract Documents.   

 
• Manufacturer’s Standard Color Charts 

 
Preprinted illustrations displaying choices of color and finish for a material or product.   

 
• Instructions 

 
Preprinted material describing installation of a product, system, or material, including special 

notices and material safety data sheets, if any, concerning impedance's, hazards, and safety 

precautions.  

 
• Test Reports 

 
A report signed by an authorized official of a testing laboratory that a material, product, or 

system identical to the material, product, or system to be provided has been tested in 

accordance with requirements specified by naming the test method and material.  The test 

report must state the test was performed in accordance with the test requirements; state the 
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test results; and indicate whether the material, product, or system has passed or failed the 

test. Testing must have been within 3 years of the effective date of award of the Contract 

Task Order.  

 
6.8.2 Shop Drawings 
 
Submittals which graphically show relationship of various components of the Work, schematic diagrams 

of systems, detail of fabrications, layout of particular elements, connections, and other relational aspects 

of the Work including: 

 
• Design Data 

 
Design calculations, mix designs, analyses, or other data, written in nature and pertaining to 

a part of the Work.   

 
• Schedules 

 
A tabular list of data or tabular list including location, features, or other pertinent information 

regarding products, materials, equipment, or components to be used in the Work.   

 
• Statements 

 
A document, required of the Contractor, or through the Contractor by way of a Supplier, 

Installer, Manufacturer, or other lower tier Contractor, the purpose of which is to further the 

quality or orderly progression of a portion of the Work by documenting procedures, 

acceptability of methods or personnel, qualifications, or other verification of quality. 

 
• Reports 

 
Reports of inspection and laboratory tests, including analysis and interpretation of test 

results.  Each report shall be properly identified.  Test methods used and compliance with 

recognized test standards shall be described. 

 
• Factory Test Reports 

 
A written report which includes the findings of a test required to be performed by the 

Contractor on an actual portion of the Work or prototype prepared for this Project before it is 

shipped to the Job Site. The report must be signed by an authorized official of a testing 

laboratory and must state the test was performed in accordance with the test requirements; 

state the test results; and indicate whether the material, product, or system has passed or 

failed the test.  
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• Field Test Reports 

 
A written report which includes the findings of a test made at the Job Site, in the vicinity of the 

Job Site, or a test on a sample taken from the Job Site, or a test on a portion of the Work, 

during or after installation.  The report must be signed by an authorized official of a testing 

laboratory or agency and must state the test was performed in accordance with the test 

requirements; state the test results; and indicate whether the material, product, or system has 

passed or failed the test.   

 
• Certificates 

 
Statements signed by responsible officials of a Manufacturer of a product, system, or material 

attesting that the product, system, or material meets specified requirements.  The statements 

must be dated after the award of this Contract, name the Project, and list the specific 

requirements which it is intended to address.   

 
6.8.3 Samples 
 
Samples, including both fabricated and unfabricated physical examples of materials, products, and units 

of work as complete units or as portions of units of work including:   

 
• Color Selection Samples 

 
Samples of the available choice of colors, textures, and finishes of a product or material, 

presented over substrates identical in texture to that proposed for the Work.   

 
• Sample Panels 

 
An assembly constructed at the Project Site in a location acceptable to the Contracting 

Officer or designated representative and using materials and methods to be employed in the 

work; completely finished; maintained during construction; and removed at the conclusion of 

the work or when authorized by the Contracting Officer or designated representative. 

 
• Sample Installations 

 
A portion of an assembly or material constructed where directed and, if approved, retained as 

a part of the Work. 
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6.8.4 Miscellaneous Submittals 
 
Work related submittals that do not fit into the previous categories including:  

 
• Administrative Documents 

 
Documentation to ensure compliance with an administrative requirement or to establish an 

administrative mechanism.   

 
• Operation and Maintenance Manuals 

 
Data intended to be incorporated in an operations and maintenance manual.   

 
6.9 Initial Submittal Register 
 
See Appendix ‘D’ – Initial Submittal Register 

 
7.0 Testing Laboratory Information 
 
7.1 Testing Laboratory Requirements 
 
An independent testing laboratory will be provided and qualified to perform sampling and testing required 

for this Contract Task Order.  Laboratories performing Work in connection with construction testing will be 

certified in the methods specified by this Contract Task Order. 

 
7.2 Accredited/Certified Laboratories 
 
7.2.1 Environmental Projects (IRP or BRAC) 
 
Laboratories that Foster Wheeler Environmental contracts with in order to perform Installation Restoration 

Program (IRP) work funded by ER,N (formerly DERA) or BRAC (ER,N eligible in the absence of BRAC 

funding) must successfully have completed the Navy Laboratory Evaluation Program.  Unless otherwise 

specified, sampling and analysis will be performed using current EPA procedures and Quality Control.  

Any deviations from the above will have a written approval by the appointed QA Engineer of the 

applicable Engineering Field Division/Activity (EFD/A) prior to commencement of any sampling and 

analysis by the proposed laboratory. 

 
7.2.2 Non-Environmental Projects 
 
Acceptable accreditation programs are the National Institute of Standards and Technology (NIST), 

National Voluntary Laboratory Accreditation Program (NVLAP), the American Society of Testing and 

Materials (ASTM), the American Association of State Highway and Transportation Officials (AASHTO) 

Program, and the American Association for Laboratory Accreditation (AALA) Program.   
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The Contracting Officer or designated representative will be provided with a copy of the certificate of 

accreditation, scope of accreditation, and the latest directory of the accrediting organization for accredited 

laboratories. 

 
The scope of the laboratory’s accreditation will include the test methods specified by the Contract Task 

Order.  Requested deviations from the above requirements must be approved in writing by the 

Contracting Officer or designated representative prior to commencement of any sampling and analysis by 

the proposed laboratory. 

 
On-site chemical analysis by mobile laboratories will be performed by laboratories certified by the State (if 

available) in which the project/site is located. 

 
7.2.3 Non-Navy Projects 
 
Accreditation requirements for laboratories performing work funded by other DoD programs, will be 

submitted for approval in writing to the appointed QA Engineer. 

 
7.3 Capability Check 
 
The Contracting Officer or designated representative retains the right to check laboratory equipment in 

the proposed laboratory and the laboratory technician’s testing procedures, techniques, and other items 

pertinent to testing, for compliance with standards set forth in the Contract Task Order. 

 
7.4 Test Results 
 
Test results will be reported citing applicable Contract Requirements, tests or analytical procedures used.  

The actual laboratory test results will be provided and will include a statement that the item tested or 

analyzed conforms or fails to conform with specified requirements.  This will be conspicuously stamped 

on the cover sheet of each report in large red letters “CONFORMS” or “DOES NOT CONFORM” to the 

specification requirements. 

 
Laboratory test results will be signed by a testing laboratory representative authorized to certify test 

reports.  The signed reports, certifications, and other pertinent laboratory information will be furnished to 

the Contracting Officer or designated representative through the submittal processing system as required 

by the Contract Task Order. 

 
A summary report of field tests will be provided to the Contracting Officer or designated representative 

through the last Daily Contractor Quality Control Report of each month. 

 
For test results involving samples from environmental projects (as defined above), deliverables will be 

defined in the applicable Sampling and Analysis Plan. 
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8.0 Testing Log 
 
8.1 Pre-Construction Testing Plan and Log 

 
The Pre-Construction Testing / Inspection Log is developed by the QC Engineer based on the list of 

definable features of work for this Project.  The QCPM will develop the Pre-Construction Testing Log if the 

QC Engineer has not been assigned at the time of the development of the CQC Plan.  Also see Section 

11.0 List of Definable Features.  

 
8.2 Construction Testing Log 

 
As tests are performed, the QC Engineer will record the following and attach to or include in the 

Construction Testing Log: 

 
• The date the test was conducted; 

• The date the test results were forwarded to the Contracting Officer or designated representative; 

and 

• Remarks and acknowledgement that an accredited or Contracting Officer approved testing 

laboratory was used. 

 
A copy of the updated Construction Testing Log will be attached to the last Daily Quality Control Report of 

each month. 

 
See Appendix ‘E’ – Initial Testing Log 

 
9.0 Procedures to Complete Rework Items 
 
9.1 Rework Item – General 
 
A Rework Item is a part or aspect of a definable feature of work that does not comply with the Contract.  

This item can be, but is not limited to placed or delivered material; a delivered, installed or fabricated 

piece of equipment; or deficient workmanship that can cause a material, equipment or functionality of a 

system to perform less than specified by the requirements for that item.   

 
9.2 Control of Rework Items 
During the conducting of field activities, if identification is made of an item or a feature of work that does 

not comply with the Project Requirements, it will be noted with a full description in the Daily QC Report. 

 
If the item or feature of work is brought into compliance before the end of the work day, this shall be noted 

in the Daily QC Report and no further documentation is required. 
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If the item or feature of work is not brought into compliance by the end of the work day, it is logged onto 

the Rework Item List.  See Appendix ‘F’ – Forms (Basic), for a sample ‘Rework Item List’ form.  The 

following information is required for initial logging of an item: 

 
• Unique identifying number; 

• Date identified; 

• Description of item; 

• Requirement not met (i.e. technical specification section, construction drawing detail, etc.); and 

• Immediate action taken by the QC Engineer. 

 
Once the resolution is decided and acted on, the following is added to the rework item to close it out: 

 
• Resolution to bring the item or feature of work into compliance; and 

• Date of completion. 

 
9.3 Maintenance and Distribution 
 
The Rework Item List is maintained by the QC Engineer at the Project Site.  Items to be included on this 

list, also include those identified by the Contracting Officer or designated representative.  A copy of the 

Rework Items list will be included with the last Daily QC Report of each month. 

 
10.0 Documentation Procedures 
 
The QC Engineer will maintain a current and complete set of records that document the quality of the 

constructed Project.  A copy of these records will be maintained at the Project Site and will be readily 

available to the Contracting Officer or designated representative for review or audit purposes.  At a 

minimum, these records shall include, but not be limited to: 
 
10.1 Daily Construction Report 
 
Daily Construction Reports are required for each day that Work is performed and will be attached to the 

Daily Quality Control Report prepared for the same day.  Each calendar day will be accounted for 

throughout the life of the Project.  The reporting of the Work will be identified by terminology consistent 

with the construction schedule.  Daily Construction Reports will be prepared, signed and dated by the 

Project Superintendent and will contain the following information: 

 
• Date of report, report number, name of Contractor (FWENC), Contract Number, Project title, 

Project location and Superintendent present. 

 
• Weather conditions in the morning and in the afternoon including maximum and minimum 

temperatures. 
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• A list of Contractor (FWENC) and Subcontractor personnel on the Work Site, their trades, 

employer, work location, description of Work performed and hours worked. 

 
• A list of job safety action taken and safety inspections conducted.  Indicate that safety 

requirements have been met including the results of the following: 

 
(a) Was a job safety meeting held? (If YES, attach a copy of the meeting minutes) 

(b) Were there any lost time accidents? (If YES, attach a copy of the completed incident report) 

(c) Was trenching, scaffold, high-voltage electrical, or high work done? (If YES, attach a 

statement or checklist showing inspection performed) 

(d) Was hazardous material or waste released into the environment? (If YES, attach description 

of incident and proposed action) 

 
• A list of equipment and material received each day that is incorporated into the Job. 

 
• A list of construction and plant equipment on the Work Site including the number of hours used, 

idle and down for repair. 

 
• Include a ‘Remarks’ section, which will contain pertinent information including directions received, 

problems encountered during construction, work progress and delays, conflicts or errors in the 

Contract Drawings or Technical Specifications, field changes, safety hazards encountered, 

instructions given and corrective action taken and a record of visitors to the Work Site. 

 
See Appendix ‘F’ – Forms (Basic) for a sample Daily Construction Report (DCR). 
 
10.2 Daily Quality Control Report 
 
A Daily Quality Control Report is required for each day that work is performed and for every 7 consecutive 

days of no-work, on the last day of that no-work period.  Each calendar day will be accounted for 

throughout the life of the Project.  The reporting of Work will be identified by terminology consistent with 

the construction schedule.  Contractor Quality Control Reports will be prepared, signed and dated by the 

Quality Control Engineer and will contain the following information: 

 
• Identification of the control phase and the definable feature of work. 

 
• Results of the preparatory phase meetings held, including the location of the definable feature of 

work, that Drawings and Specifications have been reviewed, submittals have been approved, 

materials comply with approved submittals, materials are stored properly, preliminary Work has 

been done correctly, the testing plan has been reviewed and work methods have been discussed. 

 
• Results of initial phase meetings held, including the location of the definable feature of work and a 

list of personnel present at the meeting.  Verify in the report that for each definable feature of 

work, the preliminary Work was done correctly, samples were prepared and approved, the 
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workmanship is satisfactory, test results are acceptable, the Work is in compliance with Project 

Requirements, and a list of who performed the required testing. 

 
• Results of follow-up phase inspections held, including the location of the definable feature of 

work.  Verify in the report for each definable feature of work that the Work complies with Project 

Requirements as approved in the initial phase, required testing has been performed and a list of 

who performed the tests. 

 
• Results of the three phases of control for off-site Work, if applicable, including actions taken. 

 
• List rework items identified, only if not corrected by close of business day. 

 
• As rework items are corrected, a revised Rework Item List will be provided along with the 

corrective actions taken. 

 
• Include a ‘Remarks’ section, which will contain pertinent information including directions received, 

QC problem areas, deviations from the CQC Plan, construction deficiencies encountered, QC 

meetings held, acknowledgment that as-built drawings have been updated, corrective direction 

given by the QC Engineer and corrective actions taken. 

 
See Appendix ‘F’ – Forms (Basic) for a sample Contractor Quality Control Report (CQCR). 

 
10.3 Record of Quality Control Meetings 
 
After the start of Site Work, the QC Engineer will conduct QC meetings as required by the Contracting 

Officer or designated representative at the Work Site, with the Project Superintendent and the Foreman 

responsible for the upcoming Work.  Meetings conducted will be recorded within the CQC Report.  The 

Contracting Officer or designated representative will be notified at least 24 hours in advance of the QC 

meeting and may attend any of these meetings.  These meetings may be held in conjunction with other 

meetings (i.e. tool box safety meetings).  As a minimum, the following will be accomplished at each 

meeting: 

 
• Review of the minutes of the previous meeting and the project schedule. 

 
• Review Work and testing accomplished since last meeting. 

 
• Review rework items identified and/or completed since last meeting.  Establish completion dates 

for rework items. 

 
• Review the status of submittals including submittals reviewed and approved since last meeting.  

Identify submittals required in the near future. 
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• Review the Work to be accomplished in the next 2 weeks and documentation required.  Schedule 

the three phases of control and testing: Preparatory phase; Initial phase; and Follow-up phase. 

 
• Review the status of off-site Work or testing. 

 
• Identify documentation required. 

 
• Resolve QC and production problems.  Address items that may require revising the CQC Plan 

such as changes in procedures. 

 
See Appendix ‘F’ – Forms (Basic) for a sample Record of Quality Control Meetings Form. 

 
10.4 Testing Log 
 
As tests and inspections are performed, the QC Engineer will update or append the Construction Testing 

Log.  A copy of the lasted updated Construction Testing will be attached to the last Daily Quality Control 

Report of each month.  See Appendix ‘E’ – Initial Testing Log. 

 
10.5 Rework Items List 
 
As new rework items are identified and old items are corrected, the QC Engineer will update the Rework 

Item List.  A copy of the last updated Rework Item List will be attached to the last Daily Quality Control 

Report of each month.  See Appendix ‘F’ – Forms (Basic), for a sample ‘Rework Item List’ form. 

 
10.6 As-Built Records 
 
The QC Engineer will review the as-built records to ensure they are kept current on a daily basis and are 

clearly marked to show deviations which have been made from the Contract Drawings.   

 
11.0 List of Definable Features 
 
11.1 Definable Feature of Work 
 
A definable feature of work (DFOW) is a task which is separate and distinct from other tasks and requires 

separate quality control requirements.  A DFOW can be identified by different trades or disciplines; by an 

item or activity on the construction schedule; specification sections; or critical path activities.   

 
11.2 DFOW Sources 
 
DFOW’s are determined from a review of the pre-construction documentation such as task related Work 

Plans, design drawings, shop drawings, statements of work, scopes of work, pre-constructions letters of 

direction, and approved pre-construction change requests. 
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11.3 Listing 
 

See Appendix ‘H’ for the List of Definable Features. 

 
12.0 Procedures for Performing the Three Phases of Control 
 
The QC Engineer will perform the three phases of control for each definable feature of work to ensure 

that the Work complies with Contract Requirements.  Definable features of work are to be specified in the 

CQC Plan and approved by the Contracting Officer or designated representative.  The three phases of 

control will adequately cover appropriate on-site and off-site work and will include the following: 

 
12.1 Preparatory Phase 
 
The Contracting Officer or designated representative will be notified at least 2 working days in advance of 

each preparatory phase.  The QC Engineer will conduct the preparatory phase with the Project 

Superintendent and the Foreman responsible for the definable feature of work.  The results of the 

preparatory phase will be documented in the Daily Quality Control Report (DQCR).  This phase will be 

performed prior to beginning Work on each definable feature of work and will include as a minimum: 

 
• Review each paragraph of the applicable Specification sections as well as the Contract Drawings. 

 
• Verify the appropriate shop drawings and submittals for materials and equipment have been 

submitted and approved.  Verify receipt of approved factory test results, when required. 

 
• Review the testing plan and ensure that provisions have been made to provide the required QC 

testing. 

 
• Examine the Work Area to ensure that the required Preliminary Work has been completed. 

 
• Examine the required materials and equipment, and sample work to ensure that materials and 

equipment are on hand and conform to the approved shop drawings and submitted data. 

 
• Review the Project Health & Safety Plan and appropriate Activity Hazard Analysis to ensure that 

applicable safety requirements are met, and that required Material Safety Data Sheets (MSDS) 

are submitted. 

 
• Discuss construction methods. 

 
See Appendix ‘F’ – Forms (Basic), for the Preparatory Phase Checklist. 

 
12.2 Initial Phase 
 
The Contracting Officer or designated representative will be notified when crews are ready to start Work 

on a definable feature of work.  The QC Engineer will perform a surveillance/observation of the initial 
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segment of the definable feature of work to ensure that the Work complies with the Contract 

Requirements.  The results of the initial phase will be documented in the Daily Quality Control Report.  

The initial phase will be repeated when acceptable levels of specified quality are not being met.  This 

phase will be performed at least once on each definable feature of work and will include as a minimum: 

 
• Establish the quality of workmanship required. 

 
• Resolve conflicts. 

 
• Review the Project Health and Safety Plan and the appropriate Activity Hazard Analysis to ensure 

that applicable safety requirements are met. 

 
See Appendix ‘F’ – Forms (Basic), for the Initial Phase Checklist. 

 
12.3 Follow-Up Phase 
 
The following will be performed for on-going work daily, or more frequently as necessary until the 

completion of each definable feature of work and document in the Daily Quality Control Report: 

 
• Ensure that the Work is in compliance with Contract Requirements. 

 
• Maintain the quality of workmanship required. 

 
• Ensure that testing is performed. 

 
• Ensure that rework items are being corrected. 

 
12.4 Notification of the Three Phases of Control for Off-Site Work 
 
The Contracting Officer or designated representative will be notified at least 2 weeks prior to the start of 

the Preparatory and Initial Phases for Off-Site work. 
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CCAARRLL  JJ..  TTIIPPPPMMAANNNN,,  PPEE  
AAssssiissttaanntt  CCoonnssttrruuccttiioonn  MMaannaaggeerr  

  
 

EEXXPPEERRIIEENNCCEE  SSUUMMMMAARRYY  
Twenty-three years of environmental and construction experience with over five years of on-site 
experience at HTRW sites. Responsible for overseeing all aspects of remediation projects from 
conception through contract close out. This responsibility includes scoping and bidding work, 
negotiating changes, managing operations, direct supervision, design engineering oversight, overseeing 
quality assurance and field compliance with regulatory as well as contractual requirements, interfacing 
with client, engineer and regulatory agencies.  As a member of the FWENC PM-300 Project 
Management Training Course committee, developed the Change Management module for the course. 
 
Extensive field and management experience in environmental remediation and construction. Supervised 
and managed thermal treatment facility operation, water treatment plant operation, site characterization 
investigation, hazardous waste excavation, removal, off-site disposal, slurry wall construction, GCL and 
membrane liner construction, encapsulation, stabilization, RCRA Subtitle C and D landfill closures, and 
site restoration.  Also managed dredging, habitat restoration, pile driving, earthwork, concrete, steel 
erection and mechanical, HVAC and electrical equipment installation contracts. 
 
EEDDUUCCAATTIIOONN  
B.S. (Bachelor of Science), Civil Engineering Structures, Purdue University, West Lafayette, IN, 1978 
 
RREEGGIISSTTRRAATTIIOONNSS//CCEERRTTIIFFIICCAATTIIOONNSS  
Professional Engineer, Civil 
IN, #PE60860201, Date of Issue: 07/31/1986, Date of Expiration: 07/31/2002 
Professional Engineer, Civil 
NJ, #GE38152, Date of Issue: 04/30/1992, Date of Expiration: 04/30/2002 
Professional Engineer, Civil 
PA, #PE045388R, Date of Issue: 09/30/1993, Date of Expiration: 09/30/2001 
 
TTRRAAIINNIINNGG  
DOT/HM-126F 49 CFR 172,  Subpart H HazMat Training, FWENC, 2001 
Waste Management Training Program 40 CFR 265.16, FWENC, 2001 
8-Hour OSHA Hazardous Waste Health and Safety Supervisor Training, FWENC, 1993 - Current 
8-Hour OSHA Hazardous Waste Health and Safety Refresher Course, FWENC, 2001 
Corporate Project Management Training-PM300, FWENC, 1999 
Project Management Training-PM200, FWENC, 1996 
Project Management Training-PM100, FWENC, 1995 
Loss Control Self Study Course Training, FWENC, 1995 
Construction Quality Management Training, USACOE, 1995 
RCRA Regulations Training Seminar, Government Institutes, 1995 
40-Hour OSHA Hazardous Waste Health and Safety Training, Emilcott Associates, 1992 
 
 
FFOOSSTTEERR  WWHHEEEELLEERR  EENNVVIIRROONNMMEENNTTAALL  CCOORRPPOORRAATTIIOONN  EEXXPPEERRIIEENNCCEE  
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Project Manager , July 2000 to Present 
U.S Navy, EFA-NE Remedial Action Contract, N62472-99-D-0032 CTO 02, McAllister Point 
Dredging Project, Newport, RI 
Managed a $8.1 Million removal action.  The removal action involved removal of 40,000 tons of 
contaminated and solid waste located in shallow water immediately offshore of the McAllister Point 
Landfill.  To access the material an innovative approach was developed to build a rockfill access road in 
the water and utilize this material for backfill once the waste had been removed.  This approach reduced 
the cost of the project by $12 Million. Developed a detailed geotechnical monitoring program to assure 
slope stability of the landfill to allow removal of waste along the toe to vertical depths of 12 feet without 
the need to install sheetpile shoring saving the client $2 Million. By performing a Habitat Survey of the 
area to be dredged, was able to demonstrate that dredging work could be accomplished during favorable 
summer seasonal period not normally permitted without detrimental impact to essential fish habitats.  
When a eelgrass bed was identified within the area to be dredged, developed an eelgrass mitigation plan 
that involved transplanting 20,000 plants from the removed area and collecting 500,000 seeds for 
reseeding to reestablish the equivelent of the 0.2 acres disturbed eelbrass bed. 
 
Project Manager , February 2000 - June 2001 
U.S Navy, EFA-NE Remedial Action Contract, N62472-99-D-0032 CTO 06,Goss Cove Landfill, 
Groton, CT 
Managed a $5.5 Million closure of a former naval landfill. The work involved installing a RCRA cap 
system for a 5-acre landfill currently being utilized as a parking lot for the Nautilus Submarine Museum. 
This work was being performed as a presumptive remedy under CERCLA. In conjunction with the 
landfill cap this project included replacement of three 42-inch diameter storm drains with a 4 foot by 10 
foot concrete box culvert extending through the landfill supported by drilled concrete piles and driven 
steel H piles. Installation of the box culvert outfall was closely coordinated with the Providence and 
Worcester Railroad. Installation was performed in an around the clock weekend operation due to the 
need to excavate under the railroad. Final site restoration included replacement of asphalt, concrete 
curbs, sod, shrubs, trees and museum displays. To minimize impact to the museum operations, 
developed alternative project schedule to complete this project using an accelerated work schedule 
during a single  off season thereby shorting the project schedule by 18 months. 
 
Project Manager , April 1999 - April 2000 
U.S Navy, EFA-NE Remedial Action Contract, N62472-94-D-0300 DO 11, Melville North 
Landfill, Newport, RI 
Managed a $8.7 Million Remedial Action to a landfill at a former naval landfill. This work was performed 
as a voluntary cleanup under Rhode Island Remediation Regulations. The work involved removal of 
95,000 tons of waste material, including 20,000 tons of RCRA waste and 1,200 tons of TSCA waste. The 
project was originally scoped, by the client, to involve removal of 60,000 tons of waste, including 50 tons 
of TSCA waste. By closely managing the changes in quantities the project was completed to the client’s 
satisfaction with minimal additional funding required.  Additional changes during the project included 
discovery of low level radioactive waste in the waste material leaving the site and discovery of oil 
contamination in an area of the site previously believed to be clean.  The radioactive waste was managed 
by installing a monitor to screen all trucks exiting the site.  The oil contamination was addressed by 
delineating the extent of contamination and conducting a removal action. 
 
Project Manager, September 1997 - June 1999 
U.S Navy, EFA-NE Remedial Action Contract, N62472-94-D-0300 DO 25, Allen Harbor 
Landfill, Davisville, RI 
Managed a $9.8 Million Remedial Action to an existing landfill at a naval facility undergoing closure 
under the Base Realignment Closure Act (BRAC). The work was performed in accordance with a 
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selected remedy for the CERCLA site. The work involved providing a RCRA Subtitle C landfill cap over 
8.5 acres and a soil barrier over the remaining 4 acres. 53,000 tons of rock was placed for construction of 
shoreline revetment and breakwater. 28,000 CY of channel sediment was dredged and placed along the 
landfill shoreline, resulting in the creation of a shoreline wetland buffer. The excess dredge material was 
used as landfill cover. In partnership with the design engineer and the Navy, the design process was 
streamlined allowing a fast track approach to commencing construction with minimal design changes. 
 
Project Manager, September 1997 - June 1998 
U.S Navy, EFA-NE Remedial Action Contract, N62472-94-D-0300 DO 34, Areas 4 & 5 Landfill, 
NWS Earle, NJ 
Managed a $5.5 Million Remedial Action to two landfills within ordinance storage areas at an operating 
naval facility. This work is being performed in accordance with a selected remedy for a CERCLA site. 
The work involves providing an RCRA Subtitle D landfill caps over 2.9 and 7.9 acre sites. Directed 
finalization of the landfill design including deletion of a skeet range, which was originally slated for 
reestablishment over the landfill. When lead contamination was discovered in an adjacent shot fall area, 
rapidly developed and implemented a removal plan which was able to utilize available landfill 
construction labor and equipment resources. Supervised landfill redesign to incorporate additional 
available fill material and improve site drainage.   
 
Project Manager, March 1997 - May 1998 
U.S Navy, EFA-NE Remedial Action Contract, N62472-94-D-0300 DO 29, Girard Point 
Management Area, Philadelphia, PA 
Lead a $5.5 Million design and construction effort to contain asbestos and other contaminates by 
capping the 20-acre Girard Point Management Area at the Philadelphia Naval Shipyard (PNSY). Worked 
with the Navy, EPA, PADEP and Fish and Wildlife Service to develop an optimal end use for the site.  
The final site plan allowed for protection of an existing wetland and reestablishment of vegetation to 
support wildlife on part of the site, while allowing the remainder of the sites to be available for economic 
development. Additionally, supported the Navy effort to turn the facility over to the Philadelphia 
Industrial Development Corporation (PIDC) by performing other environmentally related tasks such as 
cleaning and demolishing three 1 million gallon plus above ground fuel storage tanks including 
performing post removal sampling, closure in place of two 25,000 gallon underground storage tanks, 
converting 6 production wells to monitoring wells, operation of bioslurper to remove hydrocarbon 
product, and removal of over 14,000 CY of contaminated soil at various sites.   
  
Project Manager, September 1997 - December 1997 
U.S Navy, EFA-NE Remedial Action Contract, N62472-94-D-0300 DO 20, Lead Ingot Storage 
Erosion Control, Mechanicsburg, PA 
Managed a $200,000 installation of sediment control measures at the lead ingot storage yards. The work 
performed included placement of over 1000 tons of stone, upgrading drainage inlets and replacement of 
curbing and roadway. By re-sequencing the construction direct contact with contamination was 
minimized, reducing worker exposure and reducing decontamination and material handling costs, saving 
the Navy $40,000. 
 
Project Manager, December 1996 - September 1997 
U.S Navy, EFA-NE Remedial Action Contract,N62472-94-D-0300 DO 24, Area A Landfill, 
Groton, CT 
Managed a $7.2 Million Remedial Action to an existing landfill and adjacent uncontrolled dumping area 
at an active naval facility. This work was performed under an interim remedial design for a CERCLA 
site. Work included characterization and delineation of contamination, waste relocation, clearing, 
grubbing, building demolition, drum extraction and disposal, and construction of a 10-acre RCRA 
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Subtitle C landfill cap, access roads, storm drainage, fencing and buildings. Directed the preparation of 
work plans and health and safety plans.  By coordinating the performance of multiple sequential tasks 
concurrently, this project was completed a month ahead of schedule, saving the client $1.9 million. 
 
Consultant, March 1996 - June 1996 
U.S. Army Corps of Engineers; New England TERC, NA, Raymark, Stratford, CT 
Provided constructability review and recommendation on use of dynamic compaction at this 
Brownfields site. 
 
Project Engineer, May 1992 - November 1996 
U.S. Army Corps of Engineers, BROS Superfund Site,DACW41-89-0053, BROS, Bridgeport, NJ 
Responsible for management of client contract as well as all subcontracts involving dredging and 
incineration of 120,000 cubic yards of PCB-contaminated soil, sediment, debris and oil, reclamation of 
the 13-acre lagoon, refurbishment and operation of the wastewater treatment system, installation and 
operation of a mobile rotary kiln incinerator and complete site restoration. Prepared Soil Erosion and 
Sediment Control Plans. Interacted with state and USEPA Superfund Branch. In partnership with the 
USACOE, Contracting Officers Representative (COTR) developed an equitable quantity measurement 
and payment method for significant increases in contract quantities. 
 
Project Engineer, March 1992 - April 1992 
Chevron, Ortho Chemical Site, Soil Removal, South Plainfield, NJ 
Supervised staff of 10 performing a $2 million removal action of pesticide-contaminated soils in 
compliance with a New Jersey State Administrative Consent Order. Tasks included erosion control, 
excavation, off-site transportation and disposal, confirmatory sampling, documentation and backfilling. 
Project team earned the National Safety Council's Award for Safety during this period. 
 
Resident Engineer, November 1990 - November 1991 
Cogen Technologies, Linden Cogen, Linden, NJ 
Supervised installation of three miles of underground high voltage power line. Responsible for managing 
subcontracts totaling more than $30 million. Project included four 2,500-foot horizontal, directionally 
drilled borings, 5 miles of cable duct bank installation by trenching, and excavation and stockpiling of 
contaminated soil encountered during construction.  Work involved pile driving, excavation, concrete 
placement, heavy rigging, welding and electrical conduit installation. Developed and implemented plans 
and protocols for handling contaminated soil.  Supervised staff of up to 150 craft labor, professional and 
subcontractor staff. 
 
Assistant Resident Engineer, January 1989 - November 1990 
Sithe Energies USA, Allegheny Hydro, Kittanning, PA 
Provided technical oversight of construction of a $60 million hydroelectric project. Managed and 
supervised all subcontracts, including $26 million Turbine Equipment Contract and $5 million Pile 
driving and Dredging Contract. Supervised contracts for QC, Caisson Installation, Controlled Blasting, 
Demolition, Dewatering System Installation, HVAC, Concrete Supply, Roofing, Painting, Fencing and 
Paving. Construction included placement of 40,000 cubic yards of concrete, installation of precast 
concrete girders, channel excavation and installation of structural backfill. Prepared soil and sediment 
control plan according to state and federal requirements. Supervised up to ten staff employees and 
directed 120 craft labor. 
 
Construction Engineer, July 1987 - January 1989 
Catalyst Energy Development, NA,  S.A. Murray Project, Videlia, LA  
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Responsible for field supervision of a $120 million subcontract for the excavation and concrete phases 
of a $300 million hydroelectric project. Supervised excavation of 5 million cubic yards of soil, placement 
of 4,300,000 cubic yards of concrete and installation of a 1,200-foot slurry wall. Supervised one mile 
highway detour and eventual relocation onto a new 1,200-foot multi-span bridge. Developed and 
obtained state DOT approval for traffic flow relocation plan. Managed the supervision of 200 
subcontractor craft labor. 
 
Construction Engineer, January 1983 - July 1987 
Houston Lighting and Power, South Texas Project, Bay City, TX  
Responsible for support of Civil Construction. Work included installation of concrete, structural steel 
and architectural features such as coating, concrete block walls, doors, windows, etc. Supervised team of 
eight engineers in this task. 
 
Civil Engineer, April 1981 to January 1983 
Washington Public Power, Satsop Project, Elma, WA 
Responsible for overseeing $50 million in subcontractor construction of a 200,000-cubic-yard concrete 
structure. 
 
PPRREEVVIIOOUUSS  EEXXPPEERRIIEENNCCEE  
Project Engineer, April 1979 - December 1980 
Hoosier Energy, Steel Erection Contract, Meran Power Plant, Meran, IN 
Responsible for providing technical support for erection of over 10,000 tons of structural steel including 
a 200-foot high boiler structure, a 120-foot open span turbine enclosure, and administrative office 
buildings. 
 
Field Engineer, June 1978 - April 1979 
Shell Oil, Norco Refinery Expansion, Norco Refinery Expansion, Norco, LA 
Supervised construction activities involving piledriving, concrete foundations, and steelerection. 
 
 
PPUUBBLLIICCAATTIIOONNSS  &&  PPRREESSEENNTTAATTIIOONNSS  
 
PPRROOFFEESSSSIIOONNAALL  AACCCCOOMMPPLLIISSHHMMEENNTTSS  
The Letter of Award from Department of The Navy, Paul G. Briegel, RAC Program Manager, dated 
09/23/1998, copy can be found in ” 
HQ_Filer1\Corpdata\AWARDS\COMMEND\DOD\Navy\Nordivra.doc“. 
 
E-Mail from Department of The Navy, Tom Gibson, RAC NTR dated January 4, 2000 
 
The August 1, 2001 Letter from Department of The Navy, David P. Rule. 
 
PPRROOFFEESSSSIIOONNAALL  AAFFFFIILLIIAATTIIOONNSS  
 
DDIISSCCIIPPLLIINNEE  CCOODDEESS  
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Civil Engineers: 004, Primary 
Construction Experts: 109, Secondary 
 
SSKKIILLLL  SSEETT  
 
  
TTEECCHHNNIICCAALL  EEXXPPEERRTTIISSEE  
 
LLAANNGGUUAAGGEE  SSKKIILLLLSS  
English Knowledge Level:  Primary 
 
PPRROOFFEESSSSIIOONNAALL  RREEFFEERREENNCCEESS  
 
RREELLAATTEEDD  CCOOMMPPAANNYY  IINNFFOORRMMAATTIIOONN  
Office Location:  Langhorne 
FWENC Hire Date:  4/9/81 
Years with Other Firms:  3 
Daytime Telephone:  215-702-4044 
E-mail Address:  ctippmann@fwenc.com 
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Thomas J. Kelly 
Quality Control Program Manager 

 
 

EXPERIENCE SUMMARY 
 
More than 26 years of professional experience, including 14 years of construction management 
experience responsible for construction quality control (CQC) of large-scale, multi-site remedial 
projects, including Comprehensive Environmental Response Compensation and Liability Act of 
1980 (Superfund) (CERCLA), Resource Conservation and Recovery Act (RCRA), and private 
client sites. More than 14 years of experience in CQC for the US Army Corps of Engineers 
(USACE) in the New York, Philadelphia, Baltimore, and New England Districts. Includes onsite 
soil incineration, wastewater treatment, onsite soil low temperature thermal desorption, 
installation of lateral support systems for deep excavations, installation of landfill cap systems, 
installation of gas collection and thermal oxidation gas treatment systems, underground storage 
tank (UST) removal, drum excavation, overpacking and removal, demolition, leachate collection 
system, installation of groundwater extraction wells, and UXO work. 
 
REGISTRATIONS/CERTIFICATIONS 
 
Certified Operator of Nuclear Compaction Testing Equipment, Troxler Electronic Laboratories, 
Inc.1988 
 
TRAINING 
 
40-Hour Hazardous Waste Site Training Course, OSHA 29 CFR 1910.120(e)(3), 1987 
8-Hour Hazardous Waste Refresher Course, OSHA 29 CFR 1910.120(e)(8), 2002 
8-Hour Supervisory Training, OSHA, 1987 
Competent Person Training for excavation, 1991 
HM 181/126F Hazardous Waste Shipping Training, 2001 
Sampling Training, 1994 
USDOT/IATA HAZMAT Shipping Training, 2001 
USACE Construction Quality Management for Contractors, 1996, 2001 
Waste Management Training, 2001 
 
EDUCATION 
 

BS / Civil Engineering / Drexel University / 1976 
 
REPRESENTATIVE PROJECT EXPERIENCE 
 
Foster Wheeler Environmental Corporation, Langhorne, PA; Supervisory Remediation 
Engineer (1998 - Present) - Responsible for providing construction quality control of large-
scale, cost reimbursable, multi-site design/build remedial action projects. Responsible for 
developing, maintaining, and auditing QA/QC programs. 
 
U.S. Navy Engineering Field Activity Northeast, RAC, Pennsylvania, Program Quality Control 
Manager. Responsible for the QC Program for this $125 million cost reimbursable contract. 
Responsible for managing QC issues for all work including investigation, engineering, 
construction, and O&M to achieve closures at military installations located in the Northeastern 
United States. Responsible for overseeing contract-wide QC compliance, identifying appropriate 
staff for assignment to task orders, preparing task order QC plans, and resolving any significant 
quality issues. 
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USACE New England District, TERC, New England, Quality Control Supervisor. Responsible for 
the QC Program for this $260 million cost reimbursable contract. Responsible for managing QC 
issues for all work including investigation, engineering, construction, and O&M to achieve 
closures at Superfund and military sites. Responsible for overseeing contract-wide QC 
compliance, identifying appropriate staff for assignment to task orders, preparing task order QC 
plans, and resolving any significant quality issues. 
 
USACE Baltimore District, Aberdeen Proving Ground RAC, Maryland, Quality Control Manager. 
Responsible for the implementation of the QC Program for this $25 million cost reimbursable 
contract. Responsible for managing QC issues for all work including investigation, engineering, 
construction, and UXO Clearance. Responsible for overseeing contract-wide QC compliance, 
identifying appropriate staff for assignment to task orders, preparing task order QC plans, and 
resolving any significant quality issues. 
 
PRIOR EXPERIENCE 
 
Roy F. WESTON, Inc. 
West Chester, PA 
 
Old O- Field Permeable Infiltration Unit Superfund Site Remedial Action (RA), Aberdeen Proving 
Ground (APG), Edgewood, MD, USACE, Quality Control (QC) Manager,1996 - 1998 - 
Responsible for ensuring project quality by verifying that all project activities are conducted in 
compliance with contract specifications; federal, state, and local regulations; WESTON Health, 
Safety, and Environmental policies; and Division standard operating procedures(SOPs). 
Responsible for conducting and supervising the inspection and testing of all aspects of field 
work for conformance with the applicable specifications, submittals, regulations, and standards. 
Developed and maintained a QC reporting and recordkeeping system to meet the requirements 
of the project. The project includes the construction of the permeable infiltration unit, startup of 
the system, 1 year of operations and maintenance (O&M) of the permeable infiltration unit on 
Old O-Field at the Edgewood Area of APG. Old O-Field is a 5-acre hazardous waste and 
ordnance disposal site that consists of approximately 35 disposal trenches that were used for 
the burial of chemical munitions, bulk chemical warfare materials, and contaminated materials. 
The work includes unexploded ordnance (UXO) clearance, site preparation, road construction, 
utilities installation, construction of the initial sand layer, construction of an auxiliary subsurface 
trickling system, construction of a subsurface air monitoring system, construction of the final 
sand layer, construction of the erosion control layer, and construction of a sprinkler system, 
pump house, and ground water storage tank. The initial site preparation and initial sand layer, 
will be accomplished using remotely operated low-ground pressure CAT D6H dozer and CAT 
320 L excavator equipped with various end effectors. 
 
OHM Remediation Services Corp. (Formerly known as Rust Remedial Services, Inc. & 
Chemical Waste Management, Inc.) 
Trenton, NJ 
 
Cinnaminson Groundwater Contamination Superfund Site RA, Cinnaminson, NJ, U.S. 
Environmental Protection Agency, QC Manager, 1989 - 1996 - QC Manager - Responsible for 
ensuring project quality by verifying that all project activities are conducted in compliance with 
contract specifications; federal, state, and local regulations; OHM health, safety environmental 
policies; and Division SOPs. Responsible for conducting and supervising the inspection and 
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testing of all aspects of field work for conformance with, the applicable specifications, 
submittals, regulations, and standards. Developed and maintained a QC reporting and 
recordkeeping system to meet the requirements of the project. The work involved consists of 
providing all monitoring and analytical services, temporary facilities, utilities, access roadways, 
and site preparation. The construction of an expanded landfill gas management system for two 
adjacent landfills includes the installation of 28 new gas extraction wells, 5 new replacement 
gas extraction wells, and approximately 16,700 linear feet (lf) of high density polyethylene 
(HDPE) gas header pipe varying in diameter from 4 to 10 inches. Installed approximately 4,500 
lf of double-walled HDPE condensate force main along with 4 HDPE condensate drains and 4 
double-walled HDPE condensate pump stations. In addition, installed a landfill gas blower and 
enclosed flare system. The project also involves the abandonment of approximately 4,700 lf of 
existing HDPE gas header pipe and the decommissioning of six condensate traps and one 
blower house; restoration of the landfill clay cap, sand drainage layer, and topsoil layer; grading 
of the site to facilitate drainage from the site after remediation; and revegetation of the site. 
 
Drake Chemical Superfund Site RA, Lock Haven, PA, USACE, QC Manager - Responsible for 
ensuring project quality by verifying that all project activities are conducted in compliance with 
contract specifications; federal, state, and local regulations; RRS health, safety, and 
environmental policies; and Division SOPs. Responsible for conducting and supervising the 
inspection and testing of all aspects of field work for conformance with the applicable 
specifications, submittals, regulations, and standards. Developed and maintained a QC 
reporting and recordkeeping system to meet the requirements of the project. The work involved 
consists of providing all monitoring and analytical services, temporary facilities, utilities, access 
roadways, site security fencing, and site preparation; the excavation and onsite incineration of 
all soils within 9.63 acres of the site above elevation 545 ft mean sea level (msl) (approximately 
194,520 cubic yards [yd3]); dewatering of a leachate lagoon (approximately 330,000 gallons); 
design and installation of a lateral support system for deep excavation around the perimeter of 
the site; design, construction, operation, and closure of an onsite thermal destruction facility; 
design, construction, operation, and closure of an onsite wastewater treatment plant (WWTP) 
and stormwater treatment facility; relocation of water and sewer line running through the site; 
backfilling site excavation with incinerated soil or decontaminated debris; grading of the site to 
facilitate drainage from the site after remediation; and revegetation of the site. 
 
IndustriPlex Superfund Site RA, Woburn, MA, USEPA, QC Manager -  Responsible for ensuring 
project quality by verifying that all project activities are conducted in compliance with contract 
specifications; federal, state, and local regulations; CWM health, safety, and environmental 
policies; and Division SOPs. Responsible for conducting and supervising the inspection and 
testing of all aspects of field work for conformance with the applicable specifications, submittals, 
regulations, and standards. Developed and maintained a QC reporting and recordkeeping 
system to meet the requirements of the project. The work involved consists of the construction 
of a permeable cover in developed areas comprising geotextile and soil, asphalt, or other cover 
equivalent totaling approximately 24 acres. Constructed a permeable cover comprising 
geosynthetics and soil on undeveloped areas consisting of 60 mil textured HDPE, other 
geosynthetics, and soil totaling approximately 4.4 acres. Other activities included: capping or 
dredging and capping in wetlands totaling approximately 8.4 acres; installation and startup of a 
gas collection and thermal oxidation gas treatment system; construction of clean utility corridors 
and culverts; decommissioning of approximately 120 groundwater wells and piezometers, 
structures, underground and aboveground tanks, and miscellaneous underground facilities; 
placement of approximately 3,430 lf of gravel/cobble lining in streams and channels; creation of 
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approximately 5.8 acres of mitigation wetland involving excavation, capping, and vegetation; 
and revegetation of capped wetlands. 
 
Waldick Aerospace Superfund Site RA, Wall Township, NJ, USACE, QC Manager – 
Responsible for ensuring that project activities are conducted according to contract 
specifications and all applicable regulations, corporate policies, and regional practices. Conduct 
and supervise inspection and testing of field work for conformance with requirements; and 
develop and maintain QC reporting and recordkeeping system. Project involves UST removal, 
drum overpacking and removal, asbestos abatement, structural decontamination and 
demolition, excavation of soils contaminated with metals and volatiles, low temperature thermal 
desorption, offsite stabilization and disposal of treated soils, design and installation of lateral 
support system for deep excavation. 
 
Moyer Landfill Superfund Site RA, Collegeville, PA, USACE, QC Supervisory Engineer - 
Responsible for ensuring that project activities are conducted according to contract 
specifications and all applicable regulations, corporate policies, and regional practices. Conduct 
and supervise inspection and testing of field work for conformance with requirements; and 
develop and maintain QC reporting and recordkeeping system. Project involved regrading of 
existing landfill; backfilling with common and select fill; installation of 40mil very low density 
polyethylene (VLDPE) liner, upper and lower geotextile, geonet, and soil cover over a 65acre 
site; installation of leachate collection trench around perimeter, vertical gas vents, drainage 
ditches, culverts, groundwater cutoff test trench, and nine extraction wells; abandonment of 
monitor wells; and demolition of existing structures and utilities. 
 
Heleva Landfill Supertund Site RA, Omrod, PA, USACE, QC Manager - Responsible for 
inspecting and testing all work items to ensure conformance with contract specifications and 
drawings. Project involved regrading of existing landfill; placing common and select fill; installing 
geotextile, HDPE liner, geonet, and select fill and topsoil over a 20-acre site; and installation of 
vertical gas vents, drainage ditches, and culverts. 
 
Rollins Environmental Services, Inc. 
Chadds Ford, PA,  
 
Hazardous Management Site Services, San Francisco, CA, Lockheed Missiles and Space 
Company, Project Manager, 1987 - 1989 - Responsible for a hazardous waste site services 
contract for an operations and research facility. Performed day to day management of 
professional and technical staff analysis, packaging, transportation, and disposal of hazardous 
materials being generated at 56 different buildings. 
 
Milpitas, CA, Ford Motor Company, Project Manager - Responsible for the removal, inspection, 
drainage, flushing, shipment, transportation, and disposal of 22 polychlorinated biphenyl (PCB) 
transformers. In addition, conducted health and safety spill control, and regulatory compliance 
management. 
 
Honey Brook, PA, Lanchester Landfill, QC Engineer - Responsible for compaction  testing, 
testing of lines and grades, and site management of field crews and subcontractors. Project 
involved the installation of a cap, including placement of clay, 50mil polyvinyl chloride (PVC) 
liner, sand with drainage pipes, geotextile, and cover soil over a 10-acre site. 
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BROS Superfund Site RA, Bridgeport, NJ, USACE, QC Engineer - Responsible for construction 
and operation of an aqueous waste treatment system processing 25 million gallons of liquid 
from a waste oil lagoon; subcontractor management; compaction testing; and staking of site for 
magnetometer survey. 
 
Cape Atlantic Crane Co., Inc. 
Glassboro, NJ 
 
Project Engineer, 1983 - 1987 - Responsible for the installation of utility mains,(water main, gas 
lines, and sewer lines) in compliance with contract specifications and drawings at various, 
locations in New Jersey. Reviewed blueprints and engineering drawings, supervised crews, 
maintained and reviewed material inventory, obtained construction permits, and performed QC 
checks of site work.  
 
Krane Corp. 
Port Elizabeth, NJ 
 
Project Manager, 1980 - 1983 - Responsible for the installation of foundation piles, bulkheads, 
and docks in compliance with contract specifications and drawings at various locations in New 
Jersey. Supervised subcontractors and inspected site work to ensure compliance with contract 
specifications and drawings. Acquired construction permits and scheduled manpower and 
equipment.  
 
Brian Michael Corp. 
Folcroft, PA 
 
Project Manager, 1978 - 1980 - Responsible for the construction of new homes in Wildwood 
Crest, NJ. Supervised subcontractor and inspected site work to ensure compliance with contract 
specifications and drawings. Acquired construction permits and scheduled manpower and 
equipment. 
 
A.V. Smith Engineering Company 
Narberth, PA 
 
Project Engineer, 1976 - 1978 - Responsible for a cathodic protection system for an ocean 
outfall line in Bethany Beach, DE. Inspected and tested contractor's site work to ensure 
compliance with contract specifications and drawings. 
 
Phase II Infiltration/Inflow (I/I) Analysis, Moultrie, Georgia, Project Engineer, 1976 - 1978 - 
Responsible for Phase II I/I analysis of a municipal sewer system in Moultrie, GA  
 
Responsible for inspecting and testing cathodic protection systems for municipal and industrial 
piping systems in Philadelphia, PA. 

Thomas J. Kelly - Resume - 07-31-02 

 

kellyt
A-12



 
Page 6 of 6 

Thomas J. Kelly 
Quality Control Program Manager 

Thomas J. Kelly - Resume - 07-31-02 

 

 
Betz Environmental Engineers  
Plymouth Meeting, PA 
 
Co-op Engineer, 1974 - 1975 - Responsible for Phase I I/I analysis of a municipal sewer system 
and industrial wastewater collection systems.  
 
Howard, Needles, Tamen and Bergendoff  
Haverford, PA 
 
Co-op Engineer, 1973 - 1974 - Responsible for design of highways in Pennsylvania for the 
Pennsylvania Department of Transportation.  
 
City of Philadelphia Engineering Department 
Philadelphia, PA 
 
Co-op Engineer, 1972 - 1973 - Responsible for design of city sewer mains.  
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MMOONNIICCAA  AA..  BBLLOOCCKK  
AAssssoocciiaattee  CCiivviill  EEnnggiinneeeerr  

  
 

EEXXPPEERRIIEENNCCEE  SSUUMMMMAARRYY  
Ms. Block is a Civil Engineer with two years of experience in the environmental engineering and 
consulting field.  She has prepared feasibility studies, cost estimates, remedial action work plans, and 
closeout reports.  She is experienced in conducting insurance claim reviews; performing piping, pump, 
landfill, and stormwater calculations; and preparing erosion and sediment control plans.  Her field 
experience includes groundwater and surface water sampling, water level measurement, and soil boring 
and sampling procedures. 
 
Currently, Ms. Block is an Associate Civil Engineer at Foster Wheeler Environmental Corporation.  She 
is involved in civil and environmental engineering projects including preparing soil erosion and sediment 
control plans, feasibility studies, insurance claim audits, and site investigations. 
 
EEDDUUCCAATTIIOONN  
M.S. (Master of Science), Environmental Engineering Technology, Temple University, Philadelphia, PA, 
1999 
B.S. (Bachelor of Science), Civil Engineering, Temple University, Philadelphia, PA, 1997 
 
TTRRAAIINNIINNGG  
Environmental and Safety Supervisor Course, Foster Wheeler Environmental Corporation, September 
2000 
8-Hour OSHA Hazardous Waste Health and Safety Refresher Training, Foster Wheeler Environmental 
Corporation, May 2000 
Waste Management Employee Training Program, Foster Wheeler Environmental Corporation, January 
2000 
DOT Employee Training Program, Foster Wheeler Environmental Corporation, January 2000 
Loss Control Self Study Course, Foster Wheeler Environmental Corporation, December 1999 
DEP Land Recycling Program, Foster Wheeler Environmental Corporation, October 1999 
40-Hour OSHA Hazardous Waste Health and Safety Training, Foster Wheeler Environmental 
Corporation, June 1999 
Project Management 100 Employee Training Program, Foster Wheeler Environmental Corporation, 
March 2000 
 
FFOOSSTTEERR  WWHHEEEELLEERR  EENNVVIIRROONNMMEENNTTAALL  CCOORRPPOORRAATTIIOONN  EEXXPPEERRIIEENNCCEE  
Assistant/Associate Civil Engineer, October 1999 - Present 
Pennsylvania Department of Environmental Protection, Blue Bell Gulf Station Site, Blue Bell, 
Pennsylvania 
Participated in groundwater, surface water, and residential well sampling and groundwater level 
measurements for a site contaminated with gasoline from a leaking underground storage tank.  
Responsible for incoming data resulting from frequent sampling activities at the site. 
 
Assistant/Associate Civil Engineer, June 1999 - Present 
U.S. Navy-Northern Division, NAWC, Warminster Site, Warminster, Pennsylvania 
Prepared monthly treatment system reports for the Navy. 
 
Assistant/Associate Civil Engineer, June 1999 - Present 
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MMOONNIICCAA  AA..  BBLLOOCCKK  
AAssssoocciiaattee  CCiivviill  EEnnggiinneeeerr  

  
 

U.S. Navy-Northern Division, Various Sites 
Prepared and/or revised work plans and/or closeout reports for various locations and projects including 
the Midway Pier Fuel Line Closure at the Melville North Landfill for the Newport Naval Station in 
Middletown, RI; the TPH Contaminated Soil Removal at EBS 21 as part of the Removal of 7 Munitions 
Bunkers for the Davisville Naval Construction Battalion Center in North Kingstown, RI; and the 
Building 184 Subfloor Investigation, Drum Investigation, Mercury Vault Removal, and Chrimp Building 
Utility Installation as part of the Removal of a Coolant Recovery System at Building 300 for the 
Portsmouth Naval Shipyard in Kittery, ME.  Other projects included the Goss Cove Landfill Cap for the 
New London Naval Submarine Base in Groton, CT; the Installation Restoration Sites 2 and 3 Soil and 
Debris Removal for the South Weymouth Naval Air Station in South Weymouth, MA; the Soils and 
Waste Removal at Operational Unit 7; Sites 6 and 7 for the Warminster Naval Air Warfare Center in 
Warminster, PA; and the F14 Crash Site for the Naval Air Station Joint Reserve Base in Willow Grove, 
PA. 
 
Assistant Civil Engineer, October 2000 - November 2000 
Pennsylvania Department of Environmental Protection, Municipal and Industrial Disposal 
Company Site, Elizabeth Township, Pennsylvania 
Prepared an addendum to an existing feasibility study for the remediation of a former hazardous waste 
disposal site.  Responsible for researching and preparing technical descriptions and calculations for a 
hazardous waste landfill to be constructed on-site, and assisting with the associated cost estimate. 
 
Assistant Civil Engineer, July 2000 - October 2000 
GPU Energy, Former Manufacturing Gas Plant Site, Sea Isle City, New Jersey 
Responsible for assisting with the collection of soil boring samples, supervising surveying of the soil 
boring locations, and assisting with groundwater level measurements at the former MGP site. 
 
Assistant Civil Engineer, June 2000 - September 2000 
U.S. Navy, Defense Support Center, Philadelphia, Pennsylvania 
Performed weekly air-monitoring procedures for a vapor recovery system designed to capture and treat 
potentially explosive vapors existing in the sewer pipes in the vicinity of a LNAPL plume. 
 
Assistant/Associate Civil Engineer, October 1999 - January 2000 
Pennsylvania Department of Environmental Protection, Johnstown Army National Guard 
Aviation Support Facility, Johnstown, Pennsylvania 
Responsible for assisting with the facility assessment of existing stormwater and reviewing operational 
procedures in order to determine the need for an oil-water separator.  Prepared stormwater runoff 
calculations for the addition of the oil-water separator. 
 
Assistant Civil Engineer, September 1999 - November 1999 
National Aeronautics and Space Administration, Stratton Substation Site, Langley Research 
Center, Hampton, Virginia 
Prepared a work plan for the excavation of PCB contaminated soils at the substation site including 
approaches for remedial activities and sampling plans. 
 
Assistant Civil Engineer, June 1999 - September 1999 
Ultramar Diamond Shamrock, AIG Technical Settlement Evaluation of Total Petroleum 
Environmental Insurance Claims, Various Locations in the Mid-western US 
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MMOONNIICCAA  AA..  BBLLOOCCKK  
AAssssoocciiaattee  CCiivviill  EEnnggiinneeeerr  

  
 

Assisted with technical evaluations of Total Petroleum Environmental Insurance Claims for numerous 
refinery sites throughout the mid-western United States.  Prepared remedial costs evaluations and 
alternatives, technical documentation of historical site activities, and assisted with the selection of a 
recommended remedial approach. 
 
Assistant/Associate Civil Engineer, July 1998 - February 2001 
Pennsylvania Department of Environmental Protection, East 10th Street, Marcus Hook, 
Pennsylvania 
Participated in a building reconnaissance of abandoned structures at the site.  Responsible for preparing 
a reconnaissance report describing audit results and suggesting remedial actions at the site. 
 
PPRREEVVIIOOUUSS  EEXXPPEERRIIEENNCCEE  
Civil Engineering Intern, June 1998 - June 1999 
Pennsylvania Department of Environmental Protection, East 10th Street, Marcus Hook, 
Pennsylvania 
Interpreted regulatory and analytical data for the development of a major manufacturing plant baseline 
environmental report. 
 
Civil Engineer Intern, June 1998 - September 1998 
Naval Air Warfare Center, Trenton, New Jersey 
Assisted with planning and designing a pre-engineered addition to a wastewater treatment plant at the 
Naval Air Warfare Center in Trenton.  Provided estimation calculations of total dynamic head of 
monitoring well pumps. 
 
Soil and Concrete Inspector, May 1996 - September 1996 
Schnabel Engineering Associates, Inc., West Chester, Pennsylvania 
Performed on-site testing and inspections of concrete and soil.  Conducted laboratory soil tests. 
 
Engineer’s Assistant I, May 1995 - September 1995 
The City of Philadelphia Department of Streets, Philadelphia, Pennsylvania 
Assisted in surveying private and commercial properties.  Compiled and generated project data using 
AutoCad. 
 
Engineering Extern, January 1995 
Valley Forge Laboratories, Devon, Pennsylvania 
Performed laboratory concrete and soil testing.  Observed and assisted field inspectors. 
 
PPRROOFFEESSSSIIOONNAALL  AACCCCOOMMPPLLIISSHHMMEENNTTSS  
National Engineers’ Week College Student Paper Award  
Order of Omega Honor Society 
American Society of Civil Engineers, Philadelphia Section Award 
 
PPRROOFFEESSSSIIOONNAALL  AAFFFFIILLIIAATTIIOONNSS  
Phi Sigma Sigma Philadelphia Alumnae Chapter, Member/Social Chairman, 2001 
American Society of Civil Engineers, Associate Member, 2001 
Temple University Environmental Engineering Student Association, Member, 1999 
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AAssssoocciiaattee  CCiivviill  EEnnggiinneeeerr  

  
 

Senior Design Team, Leader, 1997 
Temple University American Concrete Institute, Member/Secretary, 1997 
Temple University American Society of Civil Engineers, Member/Secretary, 1997 
Phi Sigma Sigma Sorority-Xi Chapter, Scholarship Chairman/Member-at-Large/Judicial Board, 1997 
 
DDIISSCCIIPPLLIINNEE  CCOODDEESS  
Civil Engineers: 004, Primary 
Environmentalists: 106, Secondary 
Environmental Engineers: 195, Secondary 
Geologists: 011, Secondary 
Industrial Hygienists: 194, Secondary 
Soils Engineers: 020, Secondary 
Surveyors: 023, Secondary 
 
SSKKIILLLL  SSEETT  
AIR SCIENCES 
Air Quality Evaluations 
 
BIOLOGICAL SCIENCES 
Field Biology 
 
CHEMICAL SCIENCES 
Air Sampling 
Erosion Control 
 
GEOSCIENCES 
Hydrogeology - Groundwater Hydraulics 
Modeling - Contaminant Transport 
Modeling - Groundwater Flow 
Sampling - Groundwater 
Sampling - Soil 
 
REGULATORY AFFAIRS 
RCRA 
 
TTEECCHHNNIICCAALL  EEXXPPEERRTTIISSEE  
Ms. Block is skilled in AutoCad and manual drafting.  She has experience with various software 
programs, including STAAD, GTSTRUDL, ANSYS, and MODFLOW, and Microsoft Office programs, 
including Word, Excel, Power Point, and Word Perfect. 
 
LLAANNGGUUAAGGEE  SSKKIILLLLSS  
English Knowledge Level:  Primary 
 
PPRROOFFEESSSSIIOONNAALL  RREEFFEERREENNCCEESS  
David DiCesare, PE, Civil Engineer, Foster Wheeler Environmental Corporation, 215-702-4074 
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Carl Tippmann, PE, Project Manager, Foster Wheeler Environmental Corporation, 215-702-4044 
Neil Geevers, Program Manager, Foster Wheeler Environmental Corporation, 215-702-4122 
 
RREELLAATTEEDD  CCOOMMPPAANNYY  IINNFFOORRMMAATTIIOONN  
Office Location:  Langhorne 
FWENC Hire Date:  6/1/98 
Years with Other Firms:  0 
Daytime Telephone:  215-702-4121 
E-mail Address:  mblock@fwenc.com 
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APPENDIX B 
 

- OUTSIDE ORGANIZATIONS - 

B-1 



This is a listing of Foster Wheeler Environmental Corporation subcontractors and other outside 
organization along with a description of their services, performing work on this project.   
 
 

Subcontractor Service 
Cedar Hill Hydroseeding Clearing 
Boucher & James, Inc. Surveying services 
B&B Drilling Monitoring well abandonment/replacement 
American Geotech, Inc. Geotechnical laboratory services 
Harrod Enterprises Clean backfill supply 
Myers Investigative & Security Services Security 
ITW Cargo Liner & Geotextile Supplier 
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APPENDIX C 
 

- LETTER OF APPOINTMENT -

C-1 



 
FOSTER WHEELER ENVIRONMENTAL CORPORATION 

        
    July 31, 2002 

 
Monica Block 
Quality Control Engineer 
Foster Wheeler Environmental Corporation 
2300 Lincoln Highway East 
One Oxford Valley, Suite 200 
Langhorne, PA 19047-1829 
 
Subject: Navy EFANE Remedial Action Contract 

Contract No. N62472-99-D-0032 
 Contract Task Order No. 0040 
 Landfill Capping OU-6, Sites 3 & 10 
 Naval Weapons Station Earle – Colts Neck, NJ 
 Appointment Letter – Quality Control Engineer 
 
Dear Monica: 
 
In accordance with the requirements of the subject contract and the Foster Wheeler Corporate Quality Control Plan, 
you are appointed as the Quality Control Engineer for the Landfill Capping OU-6, Sites 3 & 10 project at Naval 
Weapons Station Earle in Colts Neck, NJ. In this role, you have the following responsibilities and authorities: 
 
RESPONSIBILITIES 
 

• Develop the site-specific Construction Quality Control Plan (CQCP). 
• Ensure compliance with contract and task order requirements, SOPs, and other guidance documents. 
• Monitor work for compliance with the CQCP and other contract and technical documents. 
• Review submittals and maintain the submittal register. 
• Maintain daily logs and reports. 
• Ensure chemical and construction quality control. 
• Ensure subcontractor/vendor quality control compliance. 

 
AUTHORITIES 
 

• Approval of the task order site-specific Construction Quality Control Plan. 
• Issue nonconformance reports and deficiency notices. 
• Issue stop work orders for noncompliance with quality control requirements. 
• Report directly to the Quality Control Program Manager on quality control issues. 

 
This letter is effective immediately until modified or withdrawn by the Quality Control Program Manager. 
 
 
Sincerely, 
 
 
 
  

Thomas Joseph Kelly 
Quality Control Program Manager 
Navy EFANE RAC 
 
cc: C. Tippmann – Program Manager 
 R. Woodworth – Project Manager 

2300 LINCOLN HIGHWAY EAST, ONE OXFORD VALLEY, SUITE 200, LANGHORNE, PA 19047-1829 
TEL: 215-702-4000   FAX: 215-702-4045 
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Contract No. N62472-99-D-0032 
 

SUBMITTAL REGISTER 

TITLE AND LOCATION CONTRACTOR 
LANDFILL CAPS FOR SITES 3 AND 10, NWS EARLE, NJ  
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
01010 As-Built Drawings 1.9           
 Project Schedule 1.10
01052 Land Surveyor

Information 
 1.

a.  Name and Address
b.  Proof of Registration 
Documentation of
Accuracy of Work 

 4.

Survey Drawings 3.2
   Field Survey Notes and 

Computer Printouts 
3.

Surveyor Close-out
Documents 

1.

  01155 Site Specific Health and 
Safety Plan 
a.  Personnel 3.1
b.  Hazard Assessment 3.2

   c.  Safe Work Practices 
and Navy Safeguards 
d.  Training 3.4

   e.  Work Zone 
Categories 

        
                 
   3A              

                  
                 
   1C              

                  
1C              

    4B              

              

                  
                 

3.3              

                 
3.5              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  01155 f.  Personal Safety 

Equipment and 
Protective Clothing 

3.6              

   g.  Personnel and 
Equipment 
Decontamination 
h.  Sanitation 3.8
i.  Emergency
Equipment and First Aid 
Requirements  
j.  Emergency
Response and 
Contingency Planning 

3.10

k.  Posted Regulations 3.11
l.  Communication 3.12

   m.  Material Safety Data 
Sheets 

3.13

n.  Medical Surveillance 4.3
   o.  Environmental and 

Personnel Monitoring 
4.4              

   p.  Record Keeping and 
Reporting 
q.  Inspection/Audit
Program 

3.7              

                 
    3.9              

                  

                  
                 

              

                 

4.5              

    4.7              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
01155 Daily Safety Logs 4.6C           
 Weekly Health and

Safety Reports 
4.

Close-out Safety Report 4.6F
01350 Pre-construction

Photographs and 
Videotape 

 2

Construction
Photographs and 
Videotape 
Monthly Photographs
and Videotape 

01400 Construction Quality
Control (CQC) Plan 

01565 Buildings/Trailers
Information 

 

Temporary Electrical
Supply and Lighting 
Sketch of Temporary
Electrical System 

        
   6E              

                 
   .1              

    2.2              

    2.3              

    2.1              

   2.2              

    3.3              

    3.3              
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  01565  .4    Water Supply ad

Sanitary Facilities 
3           

Temporary
Environmental Control 
Work Plans 

 3.7-
3.19 

01700 Compliance
Documentation 

4.

Lien Releases 1.4
Demonstration of
Equipment Operability 

4.

Record Documents and
Manuals 

1.5, 
1.7, 
1.8 

02050 Revised Demolition
Drawings 

02210 Tree Wound Paint 2.1
02240 Silt Fencing Material:

type and size 
2.

Sieve analysis test
results for entrance 
stones 

2.

02250 Equipment and Material
Handling Plan 

                

    1A              

                  
    1C              

                 

    1.3              

                  
    1A              

    1D              

    3.1              
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  02250      Off-Site Disposal Plan 3.2,

3.3 
          

Waste Profiles 4.2
Shipping Manifests 3.4
Disposal Manifests 3.4

02310 Fill Material Test
Results 

 2.

   a.  Moisture Density 
Test Results 

              

   b.  Sieve Analysis Test 
Results 

              

   c. Atterburg Limit Test 
Results 

              

   d.  Acid Producing Soil 
Test Results 
Field Test Results 4.2

02320 Geotechnical Test
Reports 
a.  Sieve Analysis Test
b.  Permeability Test

   c.  Maximum/ Minimum 
Density  

                  
                  
                  
   1B              

              

                  
    2.1              
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(a)                   (b) (c ) (d) (e) (g) (h) (i) (j) (k) (l) (m) (n) (o) (q) (r )
02320 d.  Gradation           
 

CONTRACTOR 
LANDFILL CAPS FOR SITES 3 AND 10, NWS EARLE, NJ 

APPROVING AUTHORITY 

AC
TIO

N
 C

O
D

E 

(f) (p)
        

                 e.  Hydraulic
Conductivity 
Field Test Reports 4.2
a.  Sieve Analysis
b.  Permeability Test

   c.  Maximum/ Minimum 
Density  
d.  Gradation
Letter of purity 2.1A1

  02323 Location and source of 
bedding and rip-rap 

2.1

Sieve Analysis Test
Results 
Soundness Test
Results 
Certification of Mean
Weight 

2.1B3

Certification of
Gradation 

2.1B3

   5 gallon bucket of 
material 

                  
                  
                  

              

                  
                  

              

    4.2              

    4.2              

                  

                  

2.1              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02324  .1    Geotechnical Test

Reports 
2           

a.  Sieve Analysis
   b.  Modified Proctor 

Test 
              

   c.  Maximum/ Minimum 
Density 
Field Test Reports 4.2
a.  Sieve Analysis
b.  Density 
c.  Relative Compaction
d.  Sand Cone Test 
e.  Thickness 
Letter of purity 2.1

  02326 5 gallon bucket of 
material for each 
Borrow Source 

2.

Geotextile Test Results 4.4
a.  Sieve Analysis 
b.  Atterburg Limits

   c.  Modified Proctor 
Test 
d.  
Letter of purity 2.1B

  02327 Source and Quality of 
Concrete Materials 

2.2, 
2.5 

             
 

                  

              

                  
                  
                 
                  
                 
                 
                  

1C              

                 
                 
                  

              

   pH               
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02501  .1    Manufacturer’s

Specifications, data 
sheets, and instructions 

2           

Certificates of
Compliance 

 

Material Certificates and
Test Results 

 2.1, 
2.2 

02600 Driller Information 3.1
 a.  Name and Address

b.  Name of Driller 
c.  NJDEP Certification
Manufacturer’s Catalog
Information 

1.

As-Built Drawings 1.3C3
.7 

Driller’s Reports 1.3D3
.8 

02714 Guaranteed Minimum
Average Roll Length 
Geotextile Production
Information 
Geotextile
Manufacturer’s Test 
Results 
Field Test Results

   4.1              

                

                  
                 
                 
                  
    3B              

                  

                 

    2.1              

    2.2              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02771  4B    Manufacturing

Capabilities 
1.           

   a.  Quality Control 
Procedures 

              

   b.  List of Material 
Properties 
Manufacturer’s
References 

1.

Origin and identification
of Resin 

2.

Certification of
compatibility between 
resins  

2.

Resin Supplier Quality
Control Certificates 

2.

Geomembrane
Manufacturer’s Test 
Results 

 2.

   Certification of no Post 
Consumer Resin 

2.

Manufacturing Specifics
and Test Results for 
each Roll 

2.

Quality Control
Certificates 
Manufacturer’s
Warranty 

              

    4B              

    1A              

    3A              

    3A              

   3B              

1A              

    2A              

    2.3              

    1.5              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
02771 Installation layout 3.3A           
 Installation schedule 3.1B3

Contractor’s letter of
approval for 
Manufacturer 

1.4

Installation capacities 1.4C
a.  Equipment
Information 

  

   b.  Average Daily 
Production 

              

   c.  Quality Control 
Procedures 
Installer’s References 1.4C
Resumes of supervisors
and seamers 

 1.

Certificate of Calibration  3.4D2
02800 Proposed Material and

Material Sources 
 2.1, 

2.2 
   5 gallon bucket of 

material from each 
source 

2.1, 
2.2 

Topsoil Composition
Tests 

   Factory Test Reports for 
Acid Producing Soil 

2.3B              

        
                 
                  

                  
                

              

                  
   4C              

                 
                

             

    4.2              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02810  .3    Concrete Mix Design

and Test Results 
1           

02830 Product Data 2.1-
2.5 

As-Built Drawings for
Fences 

3.

02840 Certificate of Seed
Purity and Germination 
Fiber Mulch Information 2.5
Manufacturer’s Catalog
Data for Fertilizer 
Factory Test Results 2.1-

2.5 
Soil Content Test
Results 

03200 Certified Mill Reports 1.3
03300 Concrete Mix Design

and Test Results 
15100 Driller Information 4.1C
 a.  Name and Address  

b.  Name of Driller 
c.  NJDEP Certification
Well Modification Plan 1.3C

                

    1D              

    2.1              

                 
    2.3              

                 

    4.2              

                  
    2.3              
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  15100     Manufacturer’s Catalog

Information 
2.1-
2.5 

          

As-Built Drawings 3.6
Driller’s Reports 3.7

15483 Manufacturer’s
Installation Instructions 
Drawing of
Geomembrane Seal 

 3.

Manufacturer’s
Warranty 

 2.1, 
2.3 

                   
                  
    3.2              

   3A              
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APPENDIX E  
 

- INITIAL TESTING LOG - 

E-1 



 

TABLE E-1 (Page 1 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

Component
/Element 

Type of Test Test Method 
Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

Preparation of Subgrade (Section 02310) 

Imported 

Soils 

Density ASTM D 1557 1 per off-site borrow 

source 

None See Note 2 NA 

Imported 

Soils 

Sieve Analysis ASTM D 422 1 per off-site borrow 

source 

Classify SC-SM, SC, 

or ML 

See Note 2 Reject Material 

Granular Gas Management and Granular Drainage Materials (Section 02320) 

Gas/ 

Drainage 

Material 

Sieve Analysis ASTM C 136 1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

80-100% passing ¼” 

and No. 4 and 0-8% 

passing No. 100 

See Note 2 Reject Material 

 Permeability  ASTM D 2434 1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

1 x 10-3 cm/s or 

higher 

See Note 2 Reject Material 

Maximum/

Minimum 

Density 

ASTM D 

4253/4254 

1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

None See Note 2 NA 

 pH NA 1 test per 500 cubic yards 6-7.5 See Note 2 Reject Material 

Rip-Rap (Section 02323) 

Rip-Rap Gradation ASTM D 5519 1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

4-8 inches 

 

See Note 3 Reject Material 

  

E-2 



 

TABLE E-1 (Page 2 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component

/Element 
Type of Test Test Method 

Reference 
Frequency of Testing Requirements Procedure 

for Submittal
Response to Failed 

Test/Inspection 
Rip-Rap (Section 02323) 

Rip-Rap Soundness ASTM C 88 1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

Weight loss shall not 

be more than 20 

percent after 5 cycles 

when tested by  

sodium sulfate test 

methods 

See Note 3 Reject Material 

Site Access Road (Section 02324) 

Crushed 

Base  

Gradation   ASTM D

422/4318 

1 per off-site borrow 

source 

100% passing 2”, 70-

100% passing 1 ½”, 

45-80% passing 1”, 

30-60% passing No. 

4, 15-40% passing 

No. 10, 5-25% 

passing No. 40, and 

0-10% passing No. 

200 

See Note 2 Reject Material 

Crushed 

Base  

Modified 

Proctor 

ASTM D 1557 1 per off-site borrow 

source 

None See Note 2 NA 

 

E-3 



 

TABLE E-1 (Page 3 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component

/Element 
Type of Test Test Method 

Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

Cover Soil (Section 02326) 

Soil Sieve Analysis ASTM D 422 1 test per 2,000 cubic 

yards 

Classify SC-SM, SC, 

or ML 

See Note 2 Reject Material 

 Atterburg Limits ASTM D 4318 1 test per 2,000 cubic 

yards 

LL < 50 See Note 2 Reject Material 

Modified

Proctor 

ASTM D 1557 1 test per 2,000 cubic 

yards 

None See Note 2 Reject Material 

 pH NA 1 test per 500 cubic yards 6-7.5 See Note 1 Reject Material 

Geotextile Fabric (Section 02714) 

Fabric Record Sample NA 1 per product 95 polypropylene or 

polyester by weight 

See Note 1 Reject Material 

 Mass per unit 

area 

ASTM D 5261 1 test per 100,000 ft2 or 1 

test per lot 

8 or 12 oz/yd2 

depending on use 

See Notes   

1 & 2 

Reject Material 

 Apparent 

Opening Size 

ASTM D 4751 1 test per 500,000 ft2 or 1 

test per lot 
095 ≤0.2 

 
See Notes   

1 & 2 

Reject Material 

 Permittivity ASTM D 4491 1 test per 500,000 ft2 or 1 

test per lot 

1.0 1/s See Notes   

1 & 2 

Reject Material 

 Grab Strength ASTM D 4632 1 test per 100,000 ft2 or 1 

test per lot 

250 (1,115) lb. (N) 
 

See Notes   

1 & 2 

Reject Material 

  

 

E-4 



 

 
TABLE E-1 (Page 4 of 8) 

PRE-CONSTRUCTION TESTING LOG 
LANDFILL SITES 3 AND 10 REMEDIAL ACTION 

NAVAL WEAPONS STATION EARLE 
 

Component
/Element 

Type of Test Test Method 
Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

Geotextile Fabric (Section 02714) 

Fabric 
Tear Strength ASTM D 4533 1 test per 100,000 ft2 or 1 

test per lot 

95 (425) lb. (N) See Notes   

1 & 2 

Reject Material 

Puncture

Strength 

ASTM D 4833 1 test per 100,000 ft2 or 1 

test per lot 

130 (580) lb. (N) See Notes   

1 & 2 

Reject Material 

HPDE Geomembrane Liner (Section 02771) 

Liner Thickness ASTM D 5994 1 test per 40,000 ft2 or 1 

test per lot 
Average ≥60 mils 

Minimum ≥54 mils 

See Note 3 Reject Material 

 Specific Gravity ASTM D 792 
(Method A) or 
ASTM D 1505  

 

1 test per 40,000 ft2 or 1 

test per lot 
≥ 0.94 See Note 3 Reject Material 

 Melt Flow Index ASTM D 1248 

(Condition E,  

190°C, 2.16 kg) 

1 test per 40,000 ft2 or 1 

test per lot 
≥ 1.0 g/10 min See Note 3 Reject Material 

 Tensile 

Strength (Force 

per unit width) 

ASTM D 638 1 test per 40,000 ft2 or 1 

test per lot 
Yield ≥ 140 (25) lb./in 

(kN/m) 
Break ≥ 75 (13) lb./in 

(kN/m) 

See Note 3 Reject Material 

  

 

E-5 



 

TABLE E-1 (Page 5 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component

/Element 
Type of Test Test Method 

Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

HPDE Geomembrane Liner (Section 02771) 

Liner Elongation ASTM D 638 1 test per 40,000 ft2 or 1 

test per lot 
Yield ≥ 73 % 

Break ≥ 150 % 
 

See Note 3 Reject Material 

 Tear 

Resistance 

ASTM D 1004, 

Die C 

1 test per 40,000 ft2 or 1 

test per lot 
≥ 42 (200) lb. (N) See Note 3 Reject Material 

 Puncture 

Resistance 

ASTM D 4833 1 test per 40,000 ft2 or 1 

test per lot 
≥ 80 (335) lb. (N) See Note 3 Reject Material 

 Low 

Temperature 

Brittleness 

ASTM D 746 

(Procedure B) 

1 test per 40,000 ft2 or 1 

test per lot 
≥ -107 (-77) °F (°C) 

 
See Note 3 Reject Material 

Carbon Black

Content 

 ASTM D 1603 
 

1 test per 40,000 ft2 or 1 

test per lot 

2-3% See Note 3 Reject Material 

Carbon Black

Dispersion 

 ASTM D 5596 1 test per 40,000 ft2 or 1 

test per lot 

10 of 10 in See Note 3 

 

 Reject Material 

Dimensional

Stability  

ASTM D1204 

(212°F, 15 min) 

1 test per 40,000 ft  or 1 

test per lot 

2 < ± 3% See Note 3 Reject Material 

Water

Absorption      

ASTM D 570 (as 

modified in NSF 

Appendix A) 

2 < 0.1% See Note 3 Reject Material 

 

  

  1 test per 40,000 ft  or 1 

test per lot 

E-6 



 

TABLE E-1 (Page 6 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component

/Element 
Type of Test Test Method 

Reference 

Frequency of Testing Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

HPDE Geomembrane Liner (Section 02771) 

Liner  Resistance

Stress Crack 

ASTM D 5397 

(Single Point 

Method as 

modified in GRI 

GM-5) 

1 test per 40,000 ft2 or 1 

test per lot 

< 200 hours See Note 3 Reject Material 

Critical

Interface with 

Geocomposite 

or soil 

ASTM D 5321 1 test per 40,000 ft2 or 1 

test per lot 

Residual strength of 

75 at confining 

pressure of 100 psf 

150 at confining 

pressure of 300 psf, 

230 at confining 

pressure of 500 psf 

See Note 3 Reject Material 

Resin  Notched

Constant 

Tensile Load 

Resistance 

Stress Crack 

ASTM D 5397 

(as modified by 

GRI-GM5B) 

1 per 100,000 ft2 or 1 test 

per lot 

None See Note 3 Reject Material 

 Low 
Temperature 
Brittleness 

ASTM D 746 1 per 100,000 ft2 or 1 test 

per lot 

None See Note 3 Reject Material 

Requirements 

  

E-7 



 

TABLE E-1 (Page 7 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component

/Element 
Type of Test Test Method 

Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

Topsoil (Section 02800) 

Soil  Topsoil

Composition 

DOA SSIR 1 test per off-site borrow 

source 

NJDA SE & SC, 

Section 3.5.1 

See Note 2 Reject Material 

 Acid Production Rutgers Soil 

Testing Lab 

“Soil Test #6” 

1 test per off-site borrow 

source 

No Iron sulfide See Note 2 Reject Material 

 Sieve Analysis ASTM D 422 1 test per 2,000 cubic 

yards 

100% passing 1”, 40-

60% passing ¼”, and 

40-60% passing No. 

100 

See Note 3 Reject Material 

 Atterburg Limits ASTM D 4318 1 test per 2,000 cubic 

yards 

LL < 50 See Note 3 Reject Material 

 pH NA 1 test per 500 cubic yards 6-7.5 See Note 1 Reject Material 

Settlement Monuments (Section 02830) 

Concrete  Concrete Mix

Design Study 

ASTM C 

31/39/42 

1 test per mix concrete with a 

minimum 

compressive strength 

of 2500 psi 

See Note 3 Reject Material 
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TABLE E-1 (Page 8 of 8) 
PRE-CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component

/Element 
Type of Test Test Method 

Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

Seeding (Section 02840) 

Seed seed purity and 

germination 

analysis 

Current State 

and Federal 

rules for testing 

1 test per off-site borrow 

source 

As specified in the 

Soil Erosion and 

Sediment Control 

Plan 

See Note 1 Reject Material 

Soil  fertilizer and

soil nutrient 

requirement 

testing 

DOA SSIR 1 test per off-site borrow 

source 

None See Note 1 Reject Material 

Cast-In-Place Concrete (Section 03300) 

Concrete  Mix Design

Study 

ASTM C 

31/39/42 

1 test per mix concrete with a 

minimum 

compressive strength 

of 2500 psi 

See Note 3 Reject Material 

 
Note 1:  QC Engineer to provide documentation prior to start of Work 

Note 2:  QC Engineer to perform test/inspection prior to start of Work 

Note 3:  Manufacturer/Supplier  to perform test, provide test results to QC Engineer for review prior to start of Work
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TABLE E-2 (Page 1 of 5) 
CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component 

/Element 
Type of Tests Test Method 

Reference 

Frequency of Testing Requirements Procedure for 
Submittal 

Response to Failed 
Test/Inspection 

Preparation of Subgrade (Section 02310) 

Imported 

Soils 

Density ASTM D 1557 1 per off-site borrow 

source 

None See Note 1 NA 

 Sieve Analysis ASTM D 422 1 per off-site borrow 

source 

Classify SC-SM, SC, 

or ML 

See Note 1 Reject Material 

 Atterburg Limits ASTM D 4318 1 per off-site borrow 

source 

LL <50 See Note 1 Reject Material 

Granular Gas Management and Granular Drainage Materials (Section 02320) 

Gas/ 

Drainage 

Material 

Sieve Analysis ASTM D 422 1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

80-100% passing ¼” 

and No. 4 and 0-8% 

passing No. 100 

See Note 1 Reject Material 

 Permeability  ASTM D 2434 1 per 5,000 cubic yards of 

volume in place or 1 per 

off-site borrow source 

1 x 10-3 cm/s or 

higher 

See Note 1 Reject Material 
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TABLE E-2 (Page 2 of 5) 
CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component 

/Element 
Type of Tests Test Method 

Reference 
Frequency of Testing Requirements Procedure 

for Submittal
Response to Failed 

Test/Inspection 
Site Access Road (Section 02324) 

Crushed 

Base  

Gradation   ASTM D

422/4318 

1,000 tons of completed 

course material, but not 

less than 1 test per day 

100% passing 2”, 70-

100% passing 1 ½”, 

45-80% passing 1”, 

30-60% passing No. 

4, 15-40% passing 

No. 10, 5-25% 

passing No. 40, and 

0-10% passing No. 

200 

See Note 1 Reject Material 

Crushed 

Base  

Compaction ASTM D 1557 1 test per 100 linear feet 

per lift 

95% with respect to 

the maximum dry 

density 

See Note 1 Recompact 

Density

Verification 

ASTM D 1556 1 test per day ± 5% See Note 1 Change or recalibrate 

densometer 

Thickness NA Random 12” ± 1” See Note 1 Rework Layer 

Cover Soil (Section 02326) 

Soil Sieve Analysis ASTM D 422 1 test per 2,000 cubic 

yards 

Classify SC-SM, SC, 

or ML 

See Note 1 Reject Material 
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TABLE E-2 (Page 3 of 5) 
CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component 

/Element 
Type of Tests Test Method 

Reference 
Frequency of Testing Requirements Procedure for 

Submittal 
Response to Failed 

Test/Inspection 
Cover Soil (Section 02326) 

Soil Compaction ASTM D 1557 1 test per lift per grid of 

100 feet x 100 feet 

90%  with respect to 

the maximum dry 

density 

See Note 1 Recompact 

Density

Verification 

ASTM D 1556 1 test per day ± 5% See Note 1 Change or recalibrate 

densometer 

HPDE Geomembrane Liner (Section 02771) 

Seams   Thickness GRI GM-8

(textured) 

1 test per 500 feet of 

seam length 
≥ 54 (1.37) Mils (mm) See Note 1 Replace Seam 

 Sheer Strength ASTM D 4437 1 test per 500 feet of 

seam length 
≥ 113 (30) Mils (mm) See Note 1 Replace Seam 

Peel Adhesion ASTM D 4437 
Fusion and 

Extrusion 

Max 

1 test per 500 feet of 

seam length 
≥ 70 (12) Mils (mm) See Note 1 Replace Seam 

Nondestructive
Testing 

NA 1 test per 500 feet of 

seam length 

No bubbles or loss of 

pressure 

See Note 1 Replace Seam 

Seams  Destructive
Testing 

NA 1 test per 500 feet of 

seam length 

None See Note 1 Replace Seam 
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TABLE E-2 (Page 4 of 5) 
CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component 

/Element 
Type of Tests Test Method 

Reference 
Frequency of Testing Requirements Procedure 

for Submittal
Response to Failed 

Test/Inspection 
Topsoil (Section 02800) 

Soil  Topsoil

Composition 

DOA SSIR 1 test per off-site borrow 

source 

NJDA SE & SC, 

Section 3.5.1 

See Note 2 Reject Material 

 Acid Production Rutgers Soil 

Testing Lab 

“Soil Test #6” 

1 test per off-site borrow 

source 

No Iron sulfide See Note 2 Reject Material 

 Sieve Analysis ASTM D 422 1 test per 2,000 cubic 

yards 

100% passing 1”, 40-

60% passing ¼”, and 

40-60% passing No. 

100 

See Note 3 Reject Material 

 Atterburg Limits ASTM D 4318 1 test per 2,000 cubic 

yards 

LL < 50 See Note 3 Reject Material 

 pH NA 1 test per 500 cubic yards 6-7.5 See Note 1 Reject Material 

Cast-In-Place Concrete (Section 03300) 

Concrete Air Entrainment ASTM C 231 1 test per truckload 4-6% See Note 1 Reject Material 

 Slump ASTM C 143 1 test per truckload Walls/Beams 2-4 “ 

Foundation 1-3” 

At Pump 2-6” 

At Discharge 1-4” 

See Note 1 Reject Material 
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TABLE E-2 (Page 5 of 5) 
CONSTRUCTION TESTING LOG 

LANDFILL SITES 3 AND 10 REMEDIAL ACTION 
NAVAL WEAPONS STATION EARLE 

 
Component 

/Element 
Type of Tests Test Method 

Reference 
Frequency of Testing Requirements Procedure 

for Submittal
Response to Failed 

Test/Inspection 
Cast-In-Place Concrete (Section 03300) 

Concrete Temperature Measurement 1 test per truckload in hot 

or cold weather 
Between 55°F and 

75°F 

See Note 1 Reject Material 

 
Note 1:  QC Engineer to perform test/inspection 

Note 2:  QC Engineer to provide documentation 

Note 3:  Manufacturer to perform test, provide results to QC Engineer for review
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APPENDIX F  
 

- FORMS (BASIC) - 

F-1 



 

 CONTRACTOR QUALITY CONTROL REPORT            
(ATTACH ADDITIONAL SHEETS IF NECESSARY ) 

DATE

PHASE IDENTIFY DEFINABLE FEATURE OF WORK,  
LOCATION AND LIST PERSONNEL PRESENT 

 Y - YES  N - NO   SEE  REMARKS   
BLANK - NOT APPLICABLE 

PREPARATORY    THE PLANS & SPECS HAVE 
BEEN REVIEWED 

     THE SUBMITTALS HAVE BEEN 
APPROVED 

     MATERIALS COMPLY WITH 
APPROVED SUBMITTALS 

     MATERIALS ARE STORED 
PROPERLY 

     PRELIMINARY WORK IS DONE 
CORRECTLY 

     SAFETY REQUIREMENTS HAVE 
BEEN MET 

     TESTING PLAN HAS BEEN 
REVIEWED. 

     WORK METHOD SCHEDULE 
DISCUSSED 

INITIAL    TESTING PERFORMED & 
WHO PERFORMED TEST 

 

      PRELIMINARY WORK IS DONE 
CORRECTLY 

      SAMPLE HAS BEEN 
APPROVED/PREPARED 

      SAFETY REQUIREMENTS HAVE 
BEEN MET. 

      TEST RESULTS ARE 
ACCEPTABLE 

    WORK IS IN COMPLIANCE WITH 
THE CONTRACT 

FOLLOW-UP   TESTING PERFORMED & 
WHO PERFORMED TEST 

 

     WORK COMPLIES WITH 
CONTRACT AS APPROVED IN 
INITIAL PHASE 

    
    
    

REWORK ITEMS IDENTIFIED TODAY (NOT CORRECTED BY 
CLOSE OF BUSINESS) 

REWORK ITEMS CORRECTED TODAY (FROM REWORK LOG) 

    
    

REMARKS   
    
    

On behalf of the contractor, I certify that the report is complete and correct and all equipment and material used and work performed 
during this reporting period is in compliance with the contract plans and specifications to the best of my knowledge except as noted 
above. 
                                  AUTHORIZED CQC 

MANAGER AT SITE 
  DATE 

GOVERNMENT QUALITY ASSURANCE REPORT DATE

QUALITY ASSURANCE REPRESENTATIVES REMARKS AND/OR EXCEPTIONS TO THE REPORT 
      
      
    GOVERNMENT QUALITY ASSURANCE 

REPRESENTATIVE 
DATE 

      Sheet ____ of ____ 

F-2 



 

 Date:   
 Report#   
 Weather: Warm   
 High   
 Low   
 Materials   
 Equipment   
    
    

TASKS:  type within the red lines CONTROLS: type within the blue 
lines. 
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CONTRACTOR PRODUCTION REPORT  DATE     
CONTRACT NO TITLE AND LOCATION   REPORT NO 

      
CONTRACTOR Foster Wheeler Environmental Corp. SUPERINTENDENT 

WEATHER   MAX TEMP 

F 
        MIN TEMP F 

WORK PERFORMED TODAY         
WORK LOCATION AND DESCRIPTION   EMPLOYER # TRADE   HRS 

     
     
     
     
     
     
     
     
     
     
     

     TOTAL WORK HOURS ON JOB SITE THIS DATE 
        

   CUMULATIVE TOTAL OF WORK HOURS FROM PREVIOUS 

REPORT 

       

   TOTAL WORK HOURS FROM START OF CONSTRUCTION 
     

LIST SAFETY ACTIONS TAKEN TODAY, SAFETY INSPECTIONS CONDUCTED.     

     
     
     

EQUIPMENT, MATERIAL / RECEIVED TODAY TO BE INCORPORATED IN JOB.  
      
     

CONSTRUCTION AND PLANNED EQUIPMENT ON JOB SITE TODAY.  INCLUDE NUMBER OF HOURS USED TODAY. 

     
      

      
      
      
REMARKS:      
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DAILY BRIEFING SIGN-IN SHEET 

      

  
Shift/Department:  Person Conducting 

Briefing: 

Date:   Project:

      

1.  DAILY ACTIVITIES   
TASKS   CONTROLS/PPE      
      
      
      
      
      
      
      
      
      
      
      

      

2. AWARENESS (e.g., special HS concerns, recent incidents, etc.): 
      
      
      
      
      

3. OTHER ISSUES (HASP changes, attendee comments, etc.): 
     
     

 
 

      
      
      

4. ATTENDEES (Print Name): 
1.   11.    
2.    12.   
3.    13.   
4.    14.   
5.    15.   
6.    16.   
7.      17. 
8.    18.   
9.     19.  
10.    20.   
Give completed documentation to HSO. 
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Daily Safety Report 

Date:        Report # 
Time Period:      
Level of Protection/Work Activity:   

  
       
         

        
    

   
Air Monitoring: 

 

Respiratory/Dermal Activity 
  

 
     
      

  
         
        
         
       
        

Daily Inspections:   
        

       
      

 

  
 

 
  

   
         

     
Monitoring Equipment Utilized:   

         
FID-        
PID-        
MINIRAM-       

      
Other-       

         
Accidents or Breach of Procedures:   

         
  High 

         Low 
         

Physical Conditions of Workers:   
         

         
Comments:       

         
         
         
         

Signature/SSHO      

    

CGI-  

Weather Conditions 
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PREPARATORY INSPECTION CHECKLIST 
PAGE 1 OF 2     

 
CONTRACT No. REPORT No. 

PROJECT NAME/NUMBER DATE/SHIFT 

ITEM/ACTIVITY INSPECTED 

DRAWING REFERENCE REV. SPEC REFERENCE REV. 

YES/NO REFERENCE No. 

QC INSPECTION PLAN WRITTEN YES/NO REFERENCE No. 

REQUIRED SUBMITTALS APPROVED YES/NO REFERENCE No. 

   

   

   

REQUESTS FOR INFORMATION ANSWERED YES/NO REFERENCE No. 

   

  

   

FCRs/DCNs APPROVED/ISSUED YES/NO REFERENCE No. 

   

   

   

NONCONFORMANCES DISPOSITIONED/CLOSED YES/NO REFERENCE No. 

   

   

   

MATERIAL/EQUIPMENT AVAILABLE QUANTITY CONDITION 

   

   

   

   

WORK PLAN WRITTEN 
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PREPARATORY INSPECTION CHECKLIST 
    PAGE 2 OF 2 

PROJECT NAME & No.   REPORT No. 

ITEM/ACTIVITY INSPECTED DATE/SHIFT 

PREPARATORY SITE CONDITIONS 

 

 

 

 

CONTRACT VARIANCE 

 

 

 

 

ACTIVITIES/ITEMS REQUIRING COMPLETION 

 

 

 

 

COMMENTS 

 

 

 

 

MEETING ATTENDEES 

 

 

 

 

     
NAME SIGNATURE TITLE
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SAMPLE INITIAL INSPECTION CHECKLIST FORM 

(Page 1 of 2) 
 

REPORT NO. CONTRACT NO. 
 

PROJECT NAME/ NUMBER DATE/SHIFT 
 

LOCATION 
 
ITEM/ACTIVITY INSPECTED 
 
DRAWING REFERENCE REV. REV. DRAWING REFERENCE 

 
    

 
   

SITE CONDITIONS 
 

 

 

 

 

 

 

 
INSPECTION ATTRIBUTE SPECIFICATION  ACCEPTANCE  INSPECTION 

RESULT REJECT REFERENCE CRITERIA 
ACCEPT/ 

 
 

    
 
 

  
 

    
 
 

 
 

   

  

REFERENCE NO.  

 
  

 
 

 

 
CHANGE DOCUMENTS (i.e. FCRs) ISSUED/SUBJECT REFERENCE NO. 

 
 

 

 
  

 

REFERENCE NO.  

 
  

 
 

YES  
 
 

 
 

    

   

    

  
 

   
 

REQUESTS FOR INFORMATION ISSUED/SUBJECT 
 

 
 

 
 

 
NONCONFORMANCES ISSUED/SUBJECT 

 

REINSPECTION REQUIRED NO 
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SAMPLE INITIAL INSPECTION CHECKLIST FORM  
(Page 2 of 2) 

 
PROJECT NAME & NO.  

 
REPORT NO. 

 
ITEM/ACTIVITY INSPECTED DATE/SHIFT 

 
 

 
 
 
 
 

 
 
 
 
CONTRACT VARIANCE 
 
 
 
 
 
 
 

 
 

 
ATTENDEES 
 
 
 
 
 
 
 
 
 
 
 

 
 

COMMENTS 

 

 
 

             
NAME SIGNATURE TITLE 
Record of Quality Control Meetings 
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REWORK ITEMS LIST 

   
 Contract No. and Title:  
    Contractor:  

 
     
   REQUIREMENT     
 DATE (Spec. Section and  DATE  

NUMBER IDENTIFIED DESCRIPTION Par. No., Drawing BY QC 
MANAGER 

RESOLUTION COMPLETED  

   No., etc.)    
   

 
 
 
 

   
 

   
 
 

   
   

 
   

 
   

 
   

 

  
 CONTRACT  

  ACTION TAKEN

No., and Detail 
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APPENDIX G 
 

- FORMS (GENERAL) -

G-1 



 

                                 Foster Wheeler Environmental Corporation Page of 

Navy RAC CTO XX OFS No.: 2282-00XX Change Request Form: 
      CRF -  Rev.  

To:     Dept.: Location:  Date:
      

Re:    Drawing No. Title  

 
  Other 

      
 DESCRIPTION (Items involved, submit sketch if applicable) 

  
    

  
  

2.  REASONS FOR CHANGE (If from disposition of nonconformance report, list report number) 
   
    

   
  

  

3.  RECOMMENDED DISPOSITION 
      
  Technical Clarification [NTR & COTR approval required]    Cost Growth 
      
  In Scope Adjustment [COTR approval required]    ROM Estimate  

(If Applicable) 
$ 

      

 

Date Project Superintendent Concurrence (Signature)

  
5.  NAVY DISPOSITION  

    
  Approved per recommended disposition 
  
   

 
 
  

  

   

Contracting Officer Technical Representative Approval Contracting Officer Approval (Signature) Date 
(Signature)   

      
   Engineer signs and transmits to Resident Engineer with copies to:  

     Project Manager Others as Required  
   Project Superintendent File:    
      Quality Control 

Change Request Form 
Section 1 through 4 to be filled out by Foster Wheeler, Section 5 to be filled out by Navy 

PROJECT: 

      
    Spec. No. Title  

     
   

1. 
    

  
    
    

    
      

   Out of Scope [CO & COTR approval required]    Schedule Impact (describe below) 
      

FWENC Initiator (Signature/Title):  
     

4.  FWENC Project Manager (Signature) Date 
      

    

      
    Not approved (give reason) 

     
  Approved with modification(s) [describe below]  
    

NTR Concurrence (signature) Date ROICC Concurrence (Signature) Date 
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NWS EARLE NON-CONFORMANCE REPORT 
NON-CONFORMANCE REPORT 
 

Naval Weapons Station Earle 

Attn: 

From: 

  

    

 

Title: 

 
 

   
  

    
   Name: 

   Title: 

DISPOSITION:    
 

 
 
 

    
 

   Name: 

Title: 

    

TO THE OFFICER IN CHARGE OF NAVY CONTRACTS: Date:____________ 

    

Colts Neck, New Jersey 
    

References: 

NON-CONFORMANCE DESCRIPTION: 
  
    

    
   

    
Name: 

ACTION REQUIRED:   
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REQUEST FOR INFORMATION 
 

TO: ROICC    RFI:    DATE:    
      
      Contract:  N62472-99-D-0032 
      CTO # 00XX 
 
Attn:      
 
FROM:        REFERENCES:      

   Site QC Engineer   DRAWING:       
      SPEC SECTION:      
 
 
Reply Needed By:    
 
QUESTION: 
 
 
 
 
 
 

 
      Name:       

 

 
              
 
REPLY:     Date:    
 
 
 
 
 
 
 
 
 

If you do not concur, DO NOT PROCEED, and notify the writer immediately. 
 
      Name:       

This reply is given with the expressed understanding that it does not constitute the basis 
for a change to the price or time for the contract. 
 

 
 
      Title:        
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MATERIALS RECEIVED REPORT FORM 
 

FOSTER WHEELER ENVIRONMENTAL CORPORATION 
   

  

 

 
SPEC. SECTION:   
SUBMITTAL #:   

ITEM # SPEC PARA. DESCRIPTION   AMOUNT STATUS 
 

   
   

 
   
   
   
   
   
   
   
   

 
   

 
 
 
 

   
   
   
   

 
STATUS KEY: 
 
C = CONFORMS WITH REQUIREMENTS 
NC = DOES NOT CONFORM WITH REQUIREMENTS (EXPLANATION REQUIRED) 

 
MATERIAL RECEIVED REPORT 

CAP COMMENT:      
CONTRACT #:   
PROJECT NAME:  
VENDOR:   
DATE RECEIVED:  
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NWS EARLE GEOTEXTILE AND GEOMEMBRANE INSPECTION REPORT 
 

GEOTEXTILE  
FIELD INSPECTION FORM 

   
LOCATION:    

    

WOVEN:  NON-
WOVEN: 

Panel Layout on Back:  

SUBSTRATE 
INSPECTION: 

  

Substrate Material: 

Acceptable:  Unacceptable Deficiency:   

Comments:     

     

METHOD OF 
PLACEMENT: 

   

Visual 
Inspection: 

  Acceptable: Unacceptable 

Comments:    

    

SEAM INSPECTION:   

Sewing Machine  No.:  Total Seam 
Length: 

 

Edge to Seam Limit  
(2-in. min.) 

Acceptable:  Unacceptable 

REPAIR 
INSPECTION: 

  

Location:    

Patch Size:    

Comments:    

    

    
    
     
    
    

QC Engineer Title Date 
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NWS EARLE PUNCH LIST FORM 
 

PUNCH LIST 

ITEM    DATE  SPEC./DWG. ENGINEER
NO.      DATE DESCRIPTION REFERENCE CORRECTED SIGN-OFF
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APPENDIX H  
 

- LIST OF DEFINABLE FEATURES - 

H-1 



 

TABLE H-1 
SUMMARY OF DEFINABLE FEATURES FOR SITE 3 

NAVAL WEAPONS STATION EARLE 
 

Definable Feature  References Components 
Demolition of Existing 

Structures 
Section 2050 Demolition and 

Contract Drawings 
Proper and safe demolition of two existing 

structures located on-site 
Landfill Subgrade 

Preparation/Excavation 
Section 02210 Preparation 

of Subgrade 
Excavation of material within the limits of the 

existing landfill material to achieve the 
subgrade for the final cover system 

  Placement and compaction of fill materials 
within the limits of the existing landfill material 

to achieve the subgrade for the final cover 
system 

Installation of the 3 foot 
Soil Cover Cap 

Section 02326 Cover Soil Placement and compaction of 36 inches of 
cover soil material 

Section 02800 Top Soil Placement of 6 inches of top soil to support 
final seeding and vegetation 

Storm Water 
Management Measures 

Section 02501 Culverts Placement of corrugated plastic pipe, fittings, 
and appurtenances for construction of the 

storm water system 
 Section 02323 Rip-Rap Placement of the rip-rap layer material for the 

side-slope cover system 
 Section 02323 Rip-Rap and 

Section 02327 Drainage 
Ditches 

Placement of the rip-rap layer material for 
drainage ditches 

 Section 02800 Top Soil and 
Section 02327 Drainage 

Ditches 

Placement of the top soils for fortified drainage 
ditches 

Monitoring Wells Section 15100 Extension of 
Existing Monitoring Wells 

Extending existing wells to 3 feet above 
finished grade 

 Section 02900 Installation of 
Monitoring Wells 

Installing new monitoring wells as shown on 
Contract Drawings 

Seeding Section 02840 Seeding Scarifying the seed bed 
  Furnishing and placing pulverized agricultural 

limestone, commercial fertilizer, seed, and 
mulching 

  Maintaining seeded areas 
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TABLE H-2 
SUMMARY OF DEFINABLE FEATURES FOR SITE 10 

NAVAL WEAPONS STATION EARLE 
 

Definable Feature  References Components 
Landfill Subgrade 

Preparation/Excavation 
Section 02210 Preparation 

of Subgrade 
Excavation of material within the limits of the 

existing landfill material to achieve the 
subgrade for the final cover system 

  Placement and compaction of fill materials 
within the limits of the existing landfill material 

to achieve the subgrade for the final cover 
system 

Bedding/Gas 
Management Layer 

Section 02320 Granular Gas 
Management Material and 
Granular Drainage Material 

Placement of gas management layer material 
for the final cover system 

Geomembrane Section 02771 HDPE 
Geomembrane Liner 

Installation of 60-mil HDPE geomembrane liner 
on the plateau and side-slopes of the cover 

system 
Geotextile Section 02714 Geotextile 

Fabric 
Placement of 8 ounce geotextile fabric between 

the HDPE geomembrane and the drainage 
layer  

  Placement of 12 ounce geotextile fabric 
between the drainage layer and the cover soil 

material 
Cover Soil Layer Section 02326 Cover Soil Placement and compaction of 12 inches of 

cover soil material 
Top Soil Layer Section 02800 Top Soil Placement of 6 inches of top soil to support 

final seeding and vegetation 
Storm Water 

Management Measures 
Section 02501 Culverts 

Section 02323 Rip-Rap Placement of the rip-rap layer material for the 
side-slope cover system  

 Section 02323 Rip-Rap and 
Section 02327 Drainage 

Ditches 

Placement of the rip-rap layer material for 
drainage ditches 

Section 02800 Top Soil and 
Section 02327 Drainage 

Ditches 

Placement of the top soils for fortified drainage 
ditches 

Monitoring Wells Section 15100 Extension of 
Existing Monitoring Wells 

Extending existing wells to 3 feet above 
finished grade 

Seeding Section 02840 Seeding Scarifying the seed bed 
  Furnishing and placing pulverized agricultural 

limestone, commercial fertilizer, seed, and 
mulching 

  

Placement of corrugated metal pipe, fittings, 
and appurtenances for construction of the 

storm water system 
 

 

Maintaining seeded areas 
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ATTACHMENT #7 
 

Hydraulic Evaluation of Landfill Performance 
 



  
 ******************************************************************************
 ******************************************************************************
 **                                                                          **
 **                                                                          **
 **              HYDROLOGIC EVALUATION OF LANDFILL PERFORMANCE               **
 **                HELP MODEL VERSION 3.07  (1 NOVEMBER 1997)                **
 **                  DEVELOPED BY ENVIRONMENTAL LABORATORY                   **
 **                    USAE WATERWAYS EXPERIMENT STATION                     **
 **             FOR USEPA RISK REDUCTION ENGINEERING LABORATORY              **
 **                                                                          **
 **                                                                          **
 ******************************************************************************
 ******************************************************************************

 PRECIPITATION DATA FILE:    C:\HELP3\RUN2A4.D4                                
 TEMPERATURE DATA FILE:      C:\HELP3\RUN2A7.D7                                
 SOLAR RADIATION DATA FILE:  C:\HELP3\RUN2A13.D13                              
 EVAPOTRANSPIRATION DATA:    C:\HELP3\RUN2A11.D11                              
 SOIL AND DESIGN DATA FILE:  C:\HELP3\RUN2A10.D10                              
 OUTPUT DATA FILE:           C:\HELP3\exaMples\output2.OUT                     

 TIME:  14:19     DATE:   8/24/2001

 
 ******************************************************************************

      TITLE:  earle landfill 2                                            

 ******************************************************************************

      NOTE:  INITIAL MOISTURE CONTENT OF THE LAYERS AND SNOW WATER WERE
               COMPUTED AS NEARLY STEADY-STATE VALUES BY THE PROGRAM.

 
                                    LAYER  1
                                    --------

                      TYPE 1 - VERTICAL PERCOLATION LAYER
                          MATERIAL TEXTURE NUMBER   9
            THICKNESS                   =      6.00   INCHES
            POROSITY                    =      0.5010 VOL/VOL
            FIELD CAPACITY              =      0.2840 VOL/VOL
            WILTING POINT               =      0.1350 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.4202 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.190000006000E-03 CM/SEC
          NOTE:  SATURATED HYDRAULIC CONDUCTIVITY IS MULTIPLIED BY  3.00
                   FOR ROOT CHANNELS IN TOP HALF OF EVAPORATIVE ZONE.

 
                                    LAYER  2
                                    --------

                          TYPE 3 - BARRIER SOIL LINER
                          MATERIAL TEXTURE NUMBER  27
            THICKNESS                   =     12.00   INCHES
            POROSITY                    =      0.4000 VOL/VOL
            FIELD CAPACITY              =      0.3660 VOL/VOL
            WILTING POINT               =      0.2880 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.4000 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.779999993000E-06 CM/SEC

 
                                    LAYER  3
                                    --------

                        TYPE 2 - LATERAL DRAINAGE LAYER
                          MATERIAL TEXTURE NUMBER   1
            THICKNESS                   =     12.00   INCHES
            POROSITY                    =      0.4170 VOL/VOL
            FIELD CAPACITY              =      0.0450 VOL/VOL
            WILTING POINT               =      0.0180 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.0810 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.999999978000E-02 CM/SEC
            SLOPE                       =      5.00   PERCENT
            DRAINAGE LENGTH             =    100.0    FEET

 
                                    LAYER  4
                                    --------



                        TYPE 4 - FLEXIBLE MEMBRANE LINER
                          MATERIAL TEXTURE NUMBER  35
            THICKNESS                   =      0.06   INCHES
            POROSITY                    =      0.0000 VOL/VOL
            FIELD CAPACITY              =      0.0000 VOL/VOL
            WILTING POINT               =      0.0000 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.0000 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.199999996000E-12 CM/SEC
            FML PINHOLE DENSITY         =      1.00   HOLES/ACRE
            FML INSTALLATION DEFECTS    =      4.00   HOLES/ACRE
            FML PLACEMENT QUALITY       =  3 - GOOD     

 
                                    LAYER  5
                                    --------

                        TYPE 2 - LATERAL DRAINAGE LAYER
                          MATERIAL TEXTURE NUMBER   2
            THICKNESS                   =     12.00   INCHES
            POROSITY                    =      0.4370 VOL/VOL
            FIELD CAPACITY              =      0.0620 VOL/VOL
            WILTING POINT               =      0.0240 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.1165 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.579999993000E-02 CM/SEC

 
                                    LAYER  6
                                    --------

                        TYPE 2 - LATERAL DRAINAGE LAYER
                          MATERIAL TEXTURE NUMBER  18
            THICKNESS                   =    120.00   INCHES
            POROSITY                    =      0.6710 VOL/VOL
            FIELD CAPACITY              =      0.2920 VOL/VOL
            WILTING POINT               =      0.0770 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.2920 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.100000005000E-02 CM/SEC
            SLOPE                       =      5.00   PERCENT
            DRAINAGE LENGTH             =    100.0    FEET

 
                                    LAYER  7
                                    --------

                          TYPE 3 - BARRIER SOIL LINER
                          MATERIAL TEXTURE NUMBER  27
            THICKNESS                   =    600.00   INCHES
            POROSITY                    =      0.4000 VOL/VOL
            FIELD CAPACITY              =      0.3660 VOL/VOL
            WILTING POINT               =      0.2880 VOL/VOL
            INITIAL SOIL WATER CONTENT  =      0.4000 VOL/VOL
            EFFECTIVE SAT. HYD. COND.   =  0.779999993000E-06 CM/SEC

 

                    GENERAL DESIGN AND EVAPORATIVE ZONE DATA
                    ----------------------------------------

          NOTE:  SCS RUNOFF CURVE NUMBER WAS COMPUTED FROM DEFAULT
                   SOIL DATA BASE USING SOIL TEXTURE # 9 WITH A
                   POOR STAND OF GRASS, A SURFACE SLOPE OF  5.%
                   AND A SLOPE LENGTH OF  100. FEET.

         SCS RUNOFF CURVE NUMBER             =     88.30
         FRACTION OF AREA ALLOWING RUNOFF    =    100.0    PERCENT
         AREA PROJECTED ON HORIZONTAL PLANE  =      2.500  ACRES
         EVAPORATIVE ZONE DEPTH              =      6.0    INCHES
         INITIAL WATER IN EVAPORATIVE ZONE   =      2.521  INCHES
         UPPER LIMIT OF EVAPORATIVE STORAGE  =      3.006  INCHES
         LOWER LIMIT OF EVAPORATIVE STORAGE  =      0.810  INCHES
         INITIAL SNOW WATER                  =      0.000  INCHES
         INITIAL WATER IN LAYER MATERIALS    =    284.731  INCHES
         TOTAL INITIAL WATER                 =    284.731  INCHES
         TOTAL SUBSURFACE INFLOW             =      0.00   INCHES/YEAR

                     EVAPOTRANSPIRATION AND WEATHER DATA 
                     -----------------------------------

          NOTE:  EVAPOTRANSPIRATION DATA WAS OBTAINED FROM
                   EDISON                NEW JERSEY        

              STATION LATITUDE                       =  40.50 DEGREES
              MAXIMUM LEAF AREA INDEX                =   2.00
              START OF GROWING SEASON (JULIAN DATE)  =    109
              END OF GROWING SEASON (JULIAN DATE)    =    299



              EVAPORATIVE ZONE DEPTH                 =   6.0  INCHES
              AVERAGE ANNUAL WIND SPEED              =  10.20 MPH
              AVERAGE 1ST QUARTER RELATIVE HUMIDITY  =  64.00 %
              AVERAGE 2ND QUARTER RELATIVE HUMIDITY  =  61.00 %
              AVERAGE 3RD QUARTER RELATIVE HUMIDITY  =  66.00 %
              AVERAGE 4TH QUARTER RELATIVE HUMIDITY  =  68.00 %

          NOTE:  PRECIPITATION DATA WAS SYNTHETICALLY GENERATED USING
                   COEFFICIENTS FOR    NEWARK              NEW JERSEY          

                   NORMAL MEAN MONTHLY PRECIPITATION (INCHES)

      JAN/JUL     FEB/AUG     MAR/SEP     APR/OCT     MAY/NOV     JUN/DEC
      -------     -------     -------     -------     -------     -------
        3.13        3.05        4.15        3.57        3.59        2.94
        3.85        4.30        3.66        3.09        3.59        3.42

          NOTE:  TEMPERATURE DATA WAS SYNTHETICALLY GENERATED USING
                   COEFFICIENTS FOR    EDISON              NEW JERSEY          

              NORMAL MEAN MONTHLY TEMPERATURE (DEGREES FAHRENHEIT)

      JAN/JUL     FEB/AUG     MAR/SEP     APR/OCT     MAY/NOV     JUN/DEC
      -------     -------     -------     -------     -------     -------
       31.20       32.80       40.60       51.60       61.40       70.20
       74.90       73.10       66.70       56.50       45.60       33.90

          NOTE:  SOLAR RADIATION DATA WAS SYNTHETICALLY GENERATED USING
                   COEFFICIENTS FOR    EDISON              NEW JERSEY          
                     AND STATION LATITUDE  =  40.50 DEGREES

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    1
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.000  0.041  0.4075    3.9868 .0000E+00 .3535E-01    1.1593 .3278E-01 .4832E-02    0.0006 .2103E-06 .1737E-0
    2  *      0.00  0.000  0.037  0.3954    3.7561 .0000E+00 .3484E-01    1.1529 .3260E-01 .4811E-02    0.0003 .1197E-06 .1402E-0
    3  *      0.00  0.000  0.037  0.3836    3.5402 .0000E+00 .3436E-01    1.1457 .3240E-01 .4788E-02    0.0007 .2765E-06 .1993E-0
    4  *      0.00  0.000  0.000  0.3779    3.3479 .0000E+00 .3393E-01    1.1380 .3218E-01 .4763E-02    0.0007 .3175E-06 .2135E-0
    5  *      0.00  0.000  0.038  0.3659    3.1704 .0000E+00 .3354E-01    1.1297 .3194E-01 .4736E-02    0.0007 .3601E-06 .2273E-0
    6         0.12  0.000  0.057  0.3709    2.9587 .0000E+00 .3307E-01    1.1211 .3170E-01 .4708E-02    0.0008 .4039E-06 .2407E-0
    7  *      0.00  0.000  0.041  0.3586    2.7668 .0000E+00 .3265E-01    1.1120 .3144E-01 .4679E-02    0.0008 .4531E-06 .3187E-0
    8         0.00  0.000  0.042  0.3462    2.5830 .0000E+00 .3224E-01    1.1026 .3118E-01 .4648E-02    0.0009 .5070E-06 .2691E-0
    9         0.00  0.000  0.045  0.3335    2.3996 .0000E+00 .3184E-01    1.0928 .3090E-01 .4616E-02    0.0009 .5529E-06 .2809E-0
   10  *      0.00  0.000  0.036  0.3222    2.2197 .0000E+00 .3144E-01    1.0829 .3062E-01 .4583E-02    0.0010 .5986E-06 .2923E-0
   11  *      0.13  0.000  0.044  0.3203    2.0389 .0000E+00 .3104E-01    1.0727 .3033E-01 .4550E-02    0.0005 .3219E-06 .2266E-0
   12  *      0.02  0.000  0.037  0.3185    1.9127 .0000E+00 .3076E-01    1.0624 .3004E-01 .4516E-02    0.0010 .6755E-06 .3108E-0
   13  *      0.00  0.000  0.042  0.3115    1.7735 .0000E+00 .3045E-01    1.0522 .2975E-01 .4483E-02    0.0011 .7190E-06 .3206E-0
   14  *      0.00  0.000  0.000  0.3065    1.6436 .0000E+00 .3017E-01    1.0421 .2946E-01 .4449E-02    0.0011 .7612E-06 .3298E-0
   15  *      0.00  0.000  0.000  0.3015    1.5051 .0000E+00 .2986E-01    1.0320 .2918E-01 .4416E-02    0.0011 .8018E-06 .3384E-0
   16  *      0.00  0.000  0.000  0.2966    1.3698 .0000E+00 .2956E-01    1.0220 .2890E-01 .4383E-02    0.0011 .8408E-06 .3465E-0
   17  *      0.02  0.000  0.047  0.2872    1.2352 .0000E+00 .2926E-01    1.0120 .2861E-01 .4350E-02    0.0012 .8781E-06 .4434E-0
   18  *      0.00  0.000  0.043  0.2752    1.0782 .0000E+00 .2892E-01    1.0020 .2833E-01 .4316E-02    0.0012 .9244E-06 .3628E-0
   19         0.00  0.000  0.061  0.2603    0.9346 .0000E+00 .2860E-01    0.9920 .2805E-01 .4283E-02    0.0012 .9579E-06 .3693E-0
   20         0.00  0.000  0.069  0.2441    0.7960 .0000E+00 .2829E-01    0.9820 .2777E-01 .4250E-02    0.0012 .9896E-06 .3753E-0
   21         0.00  0.000  0.077  0.2266    0.6556 .0000E+00 .2798E-01    0.9720 .2748E-01 .4216E-02    0.0013 .1019E-05 .3809E-0
   22         0.00  0.000  0.062  0.2117    0.5167 .0000E+00 .2767E-01    0.9620 .2720E-01 .4183E-02    0.0006 .5226E-06 .2894E-0
   23         0.00  0.000  0.075  0.1946    0.3799 .0000E+00 .2737E-01    0.9520 .2692E-01 .4149E-02    0.0013 .1065E-05 .3896E-0
   24         0.38  0.000  0.079  0.2402    0.2434 .0000E+00 .2707E-01    0.9421 .2664E-01 .4116E-02    0.0013 .1089E-05 .3941E-0
   25         0.18  0.000  0.067  0.2546    0.1092 .0000E+00 .2677E-01    0.9322 .2636E-01 .4082E-02    0.0013 .1112E-05 .3981E-0
   26         0.48  0.000  0.061  0.3236    0.0066 .0000E+00 .5337E-02    0.9014 .2549E-01 .3977E-02    0.0013 .1157E-05 .4070E-0
   27         0.00  0.000  0.063  0.3083    0.7229 .0000E+00 .2813E-01    0.8612 .2435E-01 .3840E-02    0.0014 .1225E-05 .4190E-0
   28         0.00  0.000  0.063  0.2932    0.7998 .0000E+00 .2830E-01    0.8612 .2435E-01 .3840E-02    0.0014 .1244E-05 .5255E-0
   29         0.00  0.000  0.059  0.2787    0.7592 .0000E+00 .2821E-01    0.8614 .2436E-01 .3841E-02    0.0014 .1231E-05 .4183E-0
   30         0.00  0.000  0.067  0.2629    0.6246 .0000E+00 .2791E-01    0.8611 .2435E-01 .3840E-02    0.0014 .1222E-05 .4167E-0
   31         0.07  0.000  0.063  0.2596    0.4939 .0000E+00 .2762E-01    0.8601 .2432E-01 .3836E-02    0.0007 .6072E-06 .3118E-0
   32  *      0.00  0.000  0.050  0.2466    0.3714 .0000E+00 .2735E-01    0.8585 .2427E-01 .3831E-02    0.0014 .1210E-05 .4147E-0
   33  *      0.01  0.000  0.050  0.2354    0.2632 .0000E+00 .2711E-01    0.8563 .2421E-01 .3823E-02    0.0014 .1205E-05 .4139E-0



   34         0.02  0.000  0.056  0.2250    0.1402 .0000E+00 .2684E-01    0.8536 .2414E-01 .3814E-02    0.0014 .1199E-05 .5163E-0
   35  *      0.00  0.000  0.043  0.2157    0.0211 .0000E+00 .1197E-01    0.8360 .2364E-01 .3753E-02    0.0007 .6142E-06 .3132E-0
   36  *      0.20  0.000  0.041  0.2190    0.0000 .0000E+00 .0000E+00    0.7839 .2217E-01 .3571E-02    0.0014 .1281E-05 .4289E-0
   37  *      0.00  0.000  0.054  0.2223    0.0000 .0000E+00 .0000E+00    0.7169 .2027E-01 .3334E-02    0.0015 .1389E-05 .5594E-0
   38         0.00  0.000  0.078  0.2203    0.0000 .0000E+00 .0000E+00    0.6555 .1853E-01 .3112E-02    0.0015 .1538E-05 .4671E-0
   39         0.00  0.000  0.069  0.2087    0.0000 .0000E+00 .0000E+00    0.5991 .1694E-01 .2904E-02    0.0008 .8183E-06 .3606E-0
   40         0.00  0.000  0.063  0.1982    0.0000 .0000E+00 .0000E+00    0.5475 .1548E-01 .2710E-02    0.0016 .1656E-05 .4870E-0
   41         0.07  0.000  0.075  0.1974    0.0000 .0000E+00 .0000E+00    0.5002 .1414E-01 .2528E-02    0.0016 .1711E-05 .4949E-0
   42         0.00  0.000  0.085  0.1833    0.0000 .0000E+00 .0000E+00    0.4568 .1292E-01 .2358E-02    0.0016 .1752E-05 .5006E-0
   43         0.00  0.000  0.077  0.1705    0.0000 .0000E+00 .0000E+00    0.4170 .1179E-01 .2199E-02    0.0017 .1780E-05 .5043E-0
   44         0.00  0.000  0.085  0.1563    0.0000 .0000E+00 .0000E+00    0.3806 .1076E-01 .2051E-02    0.0017 .1796E-05 .5063E-0
   45         0.00  0.000  0.082  0.1426    0.0000 .0000E+00 .0000E+00    0.3473 .9820E-02 .1912E-02    0.0017 .1801E-05 .5069E-0
   46         0.00  0.000  0.045  0.1350    0.0000 .0000E+00 .0000E+00    0.3168 .8957E-02 .1782E-02    0.0017 .1784E-05 .6314E-0
   47         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2888 .8167E-02 .1660E-02    0.0017 .1791E-05 .5038E-0
   48         0.16  0.000  0.032  0.1563    0.0000 .0000E+00 .0000E+00    0.2633 .7444E-02 .1547E-02    0.0017 .1770E-05 .5008E-0
   49         0.24  0.000  0.032  0.1910    0.0000 .0000E+00 .0000E+00    0.2399 .6783E-02 .1441E-02    0.0016 .1744E-05 .4970E-0
   50         0.34  0.000  0.046  0.2400    0.0000 .0000E+00 .0000E+00    0.2185 .6179E-02 .1342E-02    0.0016 .1713E-05 .4926E-0
   51         0.00  0.000  0.066  0.2291    0.0000 .0000E+00 .0000E+00    0.1990 .5626E-02 .1249E-02    0.0008 .8389E-06 .3671E-0
   52         0.01  0.000  0.070  0.2191    0.0000 .0000E+00 .0000E+00    0.1811 .5120E-02 .1162E-02    0.0016 .1642E-05 .4835E-0
   53         0.00  0.000  0.058  0.2094    0.0000 .0000E+00 .0000E+00    0.1648 .4659E-02 .1082E-02    0.0016 .1604E-05 .4777E-0
   54  *      0.16  0.000  0.047  0.2127    0.0000 .0000E+00 .0000E+00    0.1498 .4237E-02 .1006E-02    0.0016 .1564E-05 .4716E-0
   55         0.09  0.000  0.036  0.2373    0.0000 .0000E+00 .0000E+00    0.1362 .3851E-02 .9355E-03    0.0015 .1522E-05 .4653E-0
   56  *      0.00  0.000  0.053  0.2284    0.0000 .0000E+00 .0000E+00    0.1238 .3500E-02 .8696E-03    0.0015 .1479E-05 .4587E-0
   57         0.00  0.000  0.063  0.2179    0.0000 .0000E+00 .0000E+00    0.1124 .3179E-02 .8081E-03    0.0015 .1437E-05 .4519E-0
   58         0.00  0.000  0.078  0.2049    0.0000 .0000E+00 .0000E+00    0.1021 .2886E-02 .7508E-03    0.0015 .1393E-05 .4451E-0
   59         0.05  0.000  0.067  0.2022    0.0000 .0000E+00 .0000E+00    0.0926 .2619E-02 .6972E-03    0.0014 .1351E-05 .4382E-0
   60         0.00  0.000  0.074  0.1899    0.0000 .0000E+00 .0000E+00    0.0840 .2375E-02 .6473E-03    0.0014 .1308E-05 .5374E-0
   61  *      0.00  0.000  0.054  0.1809    0.0000 .0000E+00 .0000E+00    0.0762 .2153E-02 .6007E-03    0.0014 .1259E-05 .4224E-0
   62  *      0.00  0.000  0.000  0.1809    0.0000 .0000E+00 .0000E+00    0.0690 .1951E-02 .5572E-03    0.0014 .1218E-05 .4154E-0
   63         0.56  0.000  0.063  0.2637    0.0000 .0000E+00 .0000E+00    0.0625 .1767E-02 .5167E-03    0.0007 .5963E-06 .3074E-0
   64         0.00  0.000  0.088  0.2490    0.0000 .0000E+00 .0000E+00    0.0566 .1599E-02 .4790E-03    0.0013 .1144E-05 .4032E-0
   65  *      0.54  0.000  0.043  0.2523    0.0000 .0000E+00 .0000E+00    0.0512 .1447E-02 .4438E-03    0.0013 .1098E-05 .4940E-0
   66  *      0.00  0.000  0.039  0.2556    0.0000 .0000E+00 .0000E+00    0.0463 .1308E-02 .4110E-03    0.0013 .1061E-05 .3878E-0
   67         0.03  0.000  0.029  0.3243    0.0574 .0000E+00 .6760E-02    0.0485 .1372E-02 .4259E-03    0.0012 .1000E-05 .3766E-0
   68  *      0.00  0.000  0.075  0.3072    0.4920 .0000E+00 .2762E-01    0.0821 .2321E-02 .6330E-03    0.0011 .8505E-06 .3473E-0
   69         0.00  0.000  0.080  0.2892    0.7340 .0000E+00 .2815E-01    0.1467 .4148E-02 .9887E-03    0.0010 .6557E-06 .3050E-0
   70  *      0.57  0.000  0.041  0.2878    0.7240 .0000E+00 .2813E-01    0.2065 .5839E-02 .1284E-02    0.0009 .5164E-06 .2708E-0
   71  *      0.05  0.000  0.039  0.2864    0.6140 .0000E+00 .2789E-01    0.2609 .7377E-02 .1536E-02    0.0008 .4140E-06 .2425E-0
   72  *      0.00  0.000  0.036  0.2851    0.4931 .0000E+00 .2762E-01    0.3100 .8765E-02 .1752E-02    0.0007 .3377E-06 .2191E-0
   73  *      0.61  0.000  0.000  0.2838    0.3716 .0000E+00 .2735E-01    0.3542 .1002E-01 .1941E-02    0.0007 .2802E-06 .1996E-0
   74         0.00  0.000  0.000  0.3450    0.3905 .0000E+00 .2740E-01    0.3943 .1115E-01 .2107E-02    0.0006 .2361E-06 .1833E-0
   75         0.14  0.037  0.000  0.4634    2.6012 .0000E+00 .3228E-01    0.4360 .1233E-01 .2275E-02    0.0006 .1973E-06 .1676E-0
   76         0.00  0.000  0.065  0.4463    4.7844 .0000E+00 .3711E-01    0.4868 .1376E-01 .2476E-02    0.0002 .7789E-07 .1120E-0
   77         0.00  0.000  0.073  0.4282    4.4647 .0000E+00 .3640E-01    0.5404 .1528E-01 .2683E-02    0.0005 .1357E-06 .1698E-0
   78         0.00  0.000  0.117  0.4028    4.0676 .0000E+00 .3553E-01    0.5875 .1661E-01 .2861E-02    0.0004 .9823E-07 .1185E-0
   79         0.25  0.000  0.098  0.4223    3.7485 .0000E+00 .3482E-01    0.6286 .1777E-01 .3013E-02    0.0004 .8178E-07 .1082E-0
   80         0.00  0.000  0.086  0.4022    3.7297 .0000E+00 .3478E-01    0.6651 .1880E-01 .3147E-02    0.0003 .7044E-07 .1005E-0
   81         0.00  0.000  0.113  0.3776    3.5042 .0000E+00 .3428E-01    0.6979 .1973E-01 .3266E-02    0.0003 .6267E-07 .9481E-0
   82         0.04  0.000  0.113  0.3599    3.1795 .0000E+00 .3356E-01    0.7266 .2054E-01 .3369E-02    0.0003 .5810E-07 .9133E-0
   83         0.00  0.000  0.118  0.3348    2.9067 .0000E+00 .3296E-01    0.7511 .2124E-01 .3456E-02    0.0003 .5619E-07 .8985E-0
   84         0.01  0.000  0.096  0.3150    2.6656 .0000E+00 .3243E-01    0.7721 .2183E-01 .3530E-02    0.0003 .5639E-07 .9003E-0
   85         0.00  0.000  0.135  0.2872    2.3819 .0000E+00 .3180E-01    0.7899 .2233E-01 .3592E-02    0.0003 .5846E-07 .9167E-0
   86         0.00  0.000  0.116  0.2628    2.0014 .0000E+00 .3096E-01    0.8043 .2274E-01 .3643E-02    0.0003 .6243E-07 .9473E-0
   87         0.00  0.000  0.120  0.2376    1.7104 .0000E+00 .3031E-01    0.8156 .2306E-01 .3682E-02    0.0002 .3271E-07 .7352E-0
   88         0.00  0.000  0.142  0.2091    1.1908 .0000E+00 .2916E-01    0.8237 .2329E-01 .3711E-02    0.0003 .7462E-07 .1032E-0
   89         0.37  0.000  0.121  0.2459    0.8676 .0000E+00 .2845E-01    0.8287 .2343E-01 .3728E-02    0.0004 .8392E-07 .1096E-0
   90         0.71  0.009  0.112  0.3394    0.7205 .0000E+00 .2812E-01    0.8317 .2352E-01 .3738E-02    0.0004 .9505E-07 .1167E-0
   91         0.03  0.000  0.090  0.3247    0.7700 .0000E+00 .2823E-01    0.8341 .2358E-01 .3746E-02    0.0004 .1074E-06 .1240E-0
   92         0.00  0.000  0.152  0.2946    0.9002 .0000E+00 .2852E-01    0.8367 .2366E-01 .3756E-02    0.0004 .1204E-06 .1653E-0
   93         0.00  0.000  0.151  0.2647    0.9504 .0000E+00 .2863E-01    0.8397 .2374E-01 .3766E-02    0.0005 .1369E-06 .1400E-0
   94         0.00  0.000  0.127  0.2388    0.8915 .0000E+00 .2850E-01    0.8425 .2382E-01 .3776E-02    0.0005 .1509E-06 .1470E-0
   95         0.48  0.000  0.112  0.2955    0.7433 .0000E+00 .2818E-01    0.8445 .2388E-01 .3783E-02    0.0005 .1660E-06 .1541E-0
   96         0.00  0.000  0.084  0.2769    0.5996 .0000E+00 .2786E-01    0.8456 .2391E-01 .3786E-02    0.0003 .8895E-07 .1204E-0
   97         0.00  0.000  0.096  0.2563    0.4612 .0000E+00 .2755E-01    0.8457 .2391E-01 .3787E-02    0.0005 .1952E-06 .1671E-0
   98         0.00  0.000  0.091  0.2366    0.3282 .0000E+00 .2726E-01    0.8450 .2389E-01 .3784E-02    0.0006 .2133E-06 .1746E-0
   99  *      0.00  0.000  0.087  0.2177    0.1900 .0000E+00 .2695E-01    0.8436 .2385E-01 .3779E-02    0.0006 .2323E-06 .2290E-0
  100         0.28  0.000  0.123  0.2406    0.0520 .0000E+00 .1985E-01    0.8348 .2360E-01 .3749E-02    0.0006 .2636E-06 .1940E-0
  101         0.00  0.000  0.133  0.2183    0.0000 .0000E+00 .0000E+00    0.7955 .2249E-01 .3612E-02    0.0007 .3203E-06 .2138E-0
  102         0.00  0.000  0.118  0.1988    0.0000 .0000E+00 .0000E+00    0.7276 .2057E-01 .3372E-02    0.0008 .4119E-06 .2423E-0
  103         0.11  0.000  0.125  0.1962    0.0000 .0000E+00 .0000E+00    0.6652 .1881E-01 .3147E-02    0.0009 .5022E-06 .2674E-0
  104         0.00  0.000  0.130  0.1746    0.0000 .0000E+00 .0000E+00    0.6081 .1719E-01 .2937E-02    0.0005 .2943E-06 .2170E-0
  105         0.01  0.000  0.092  0.1610    0.0000 .0000E+00 .0000E+00    0.5557 .1571E-01 .2741E-02    0.0010 .6388E-06 .3808E-0
  106         0.00  0.000  0.154  0.1353    0.0000 .0000E+00 .0000E+00    0.5077 .1435E-01 .2557E-02    0.0011 .7426E-06 .3248E-0
  107         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.4637 .1311E-01 .2385E-02    0.0006 .4064E-06 .2545E-0
  108         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.4233 .1197E-01 .2225E-02    0.0011 .8422E-06 .3478E-0
  109         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3864 .1093E-01 .2074E-02    0.0012 .8941E-06 .4477E-0
  110         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3526 .9969E-02 .1934E-02    0.0012 .9571E-06 .3685E-0
  111         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3216 .9094E-02 .1803E-02    0.0012 .9910E-06 .3750E-0
  112         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2933 .8293E-02 .1680E-02    0.0006 .5140E-06 .2857E-0
  113         0.31  0.000  0.022  0.1829    0.0000 .0000E+00 .0000E+00    0.2673 .7559E-02 .1565E-02    0.0013 .1025E-05 .3828E-0
  114         0.10  0.000  0.031  0.1944    0.0000 .0000E+00 .0000E+00    0.2436 .6888E-02 .1458E-02    0.0013 .1041E-05 .3857E-0
  115         0.00  0.000  0.030  0.1894    0.0000 .0000E+00 .0000E+00    0.2219 .6275E-02 .1357E-02    0.0013 .1052E-05 .4836E-0
  116         0.00  0.000  0.028  0.1847    0.0000 .0000E+00 .0000E+00    0.2021 .5713E-02 .1264E-02    0.0013 .1064E-05 .3885E-0
  117         0.28  0.000  0.032  0.2261    0.0000 .0000E+00 .0000E+00    0.1839 .5201E-02 .1176E-02    0.0013 .1063E-05 .3883E-0
  118         0.02  0.000  0.033  0.2239    0.0000 .0000E+00 .0000E+00    0.1673 .4732E-02 .1094E-02    0.0013 .1059E-05 .3875E-0
  119         0.09  0.000  0.033  0.2334    0.0000 .0000E+00 .0000E+00    0.1522 .4304E-02 .1018E-02    0.0013 .1051E-05 .3860E-0
  120         0.40  0.000  0.033  0.2946    0.0000 .0000E+00 .0000E+00    0.1384 .3913E-02 .9468E-03    0.0013 .1040E-05 .3840E-0
  121         0.00  0.000  0.132  0.2682    0.0449 .0000E+00 .2663E-01    0.1522 .4303E-02 .1017E-02    0.0012 .9565E-06 .3683E-0
  122         0.00  0.000  0.160  0.2372    0.0884 .0000E+00 .2673E-01    0.2077 .5872E-02 .1290E-02    0.0011 .7850E-06 .3337E-0
  123         0.00  0.000  0.166  0.2090    0.0053 .0000E+00 .3309E-02    0.2353 .6653E-02 .1420E-02    0.0005 .3496E-06 .2368E-0
  124         0.00  0.000  0.183  0.1786    0.0000 .0000E+00 .0000E+00    0.2196 .6210E-02 .1347E-02    0.0010 .7017E-06 .3165E-0
  125         0.00  0.000  0.084  0.1645    0.0000 .0000E+00 .0000E+00    0.2000 .5654E-02 .1254E-02    0.0010 .7119E-06 .3994E-0
  126         0.04  0.000  0.070  0.1595    0.0000 .0000E+00 .0000E+00    0.1820 .5146E-02 .1167E-02    0.0011 .7370E-06 .3234E-0
  127         0.00  0.000  0.056  0.1502    0.0000 .0000E+00 .0000E+00    0.1656 .4682E-02 .1086E-02    0.0011 .7459E-06 .3253E-0
  128         0.00  0.000  0.049  0.1420    0.0000 .0000E+00 .0000E+00    0.1506 .4258E-02 .1010E-02    0.0011 .7515E-06 .3265E-0
  129         0.00  0.000  0.040  0.1353    0.0000 .0000E+00 .0000E+00    0.1369 .3871E-02 .9391E-03    0.0011 .7541E-06 .3271E-0



  130         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1244 .3518E-02 .8730E-03    0.0011 .7540E-06 .3271E-0
  131         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1130 .3195E-02 .8113E-03    0.0011 .7516E-06 .3265E-0
  132         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1026 .2901E-02 .7537E-03    0.0011 .7470E-06 .3255E-0
  133         0.05  0.000  0.008  0.1421    0.0000 .0000E+00 .0000E+00    0.0931 .2632E-02 .7000E-03    0.0011 .7406E-06 .3241E-0
  134         0.68  0.000  0.027  0.2509    0.0000 .0000E+00 .0000E+00    0.0844 .2388E-02 .6499E-03    0.0005 .3702E-06 .2424E-0
  135         0.08  0.000  0.035  0.2585    0.0000 .0000E+00 .0000E+00    0.0766 .2165E-02 .6031E-03    0.0011 .7230E-06 .4003E-0
  136         0.00  0.000  0.206  0.2241    0.0000 .0000E+00 .0000E+00    0.0694 .1961E-02 .5595E-03    0.0011 .7128E-06 .3180E-0
  137         0.00  0.000  0.031  0.2190    0.0000 .0000E+00 .0000E+00    0.0628 .1776E-02 .5188E-03    0.0010 .7013E-06 .3154E-0
  138         0.00  0.000  0.030  0.2139    0.0000 .0000E+00 .0000E+00    0.0569 .1608E-02 .4809E-03    0.0005 .3481E-06 .2351E-0
  139         0.00  0.000  0.031  0.2088    0.0000 .0000E+00 .0000E+00    0.0514 .1455E-02 .4456E-03    0.0010 .6773E-06 .3104E-0
  140         0.00  0.000  0.030  0.2038    0.0000 .0000E+00 .0000E+00    0.0465 .1315E-02 .4127E-03    0.0010 .6641E-06 .3073E-0
  141         0.00  0.000  0.030  0.1988    0.0000 .0000E+00 .0000E+00    0.0420 .1188E-02 .3821E-03    0.0010 .6505E-06 .3041E-0
  142         0.00  0.000  0.031  0.1936    0.0000 .0000E+00 .0000E+00    0.0380 .1073E-02 .3536E-03    0.0010 .6365E-06 .3008E-0
  143         0.04  0.000  0.036  0.1942    0.0000 .0000E+00 .0000E+00    0.0343 .9686E-03 .3270E-03    0.0010 .6223E-06 .2974E-0
  144         0.00  0.000  0.030  0.1893    0.0000 .0000E+00 .0000E+00    0.0309 .8736E-03 .3023E-03    0.0010 .6079E-06 .2940E-0
  145         0.25  0.000  0.035  0.2251    0.0000 .0000E+00 .0000E+00    0.0278 .7874E-03 .2794E-03    0.0010 .5906E-06 .3623E-0
  146         0.16  0.000  0.032  0.2464    0.0000 .0000E+00 .0000E+00    0.0251 .7092E-03 .2580E-03    0.0009 .5766E-06 .2860E-0
  147         0.00  0.000  0.031  0.2412    0.0000 .0000E+00 .0000E+00    0.0226 .6383E-03 .2381E-03    0.0009 .5621E-06 .2824E-0
  148         0.00  0.000  0.031  0.2361    0.0000 .0000E+00 .0000E+00    0.0203 .5741E-03 .2197E-03    0.0009 .5478E-06 .2788E-0
  149         0.54  0.000  0.035  0.3202    0.0000 .0000E+00 .0000E+00    0.0182 .5160E-03 .2026E-03    0.0009 .5336E-06 .2752E-0
  150         0.11  0.000  0.293  0.2851    0.5006 .0000E+00 .2764E-01    0.0438 .1239E-02 .3863E-03    0.0008 .4474E-06 .2520E-0
  151         0.03  0.000  0.184  0.2548    0.5573 .0000E+00 .2776E-01    0.1114 .3151E-02 .8009E-03    0.0003 .1510E-06 .1555E-0
  152         0.47  0.000  0.237  0.2890    0.4359 .0000E+00 .2750E-01    0.1731 .4893E-02 .1122E-02    0.0006 .2429E-06 .1814E-0
  153         0.00  0.000  0.303  0.2339    0.2864 .0000E+00 .2717E-01    0.2286 .6463E-02 .1388E-02    0.0005 .1713E-06 .1889E-0
  154         0.00  0.000  0.262  0.1858    0.1408 .0000E+00 .2684E-01    0.2785 .7874E-02 .1614E-02    0.0004 .1071E-06 .1235E-0
  155         0.00  0.000  0.205  0.1512    0.0099 .0000E+00 .2339E-02    0.2993 .8462E-02 .1706E-02    0.0004 .9327E-07 .1152E-0
  156         0.00  0.000  0.097  0.1350    0.0000 .0000E+00 .0000E+00    0.2766 .7821E-02 .1606E-02    0.0004 .1118E-06 .1261E-0
  157         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2521 .7127E-02 .1496E-02    0.0005 .1331E-06 .1376E-0
  158         0.19  0.000  0.034  0.1609    0.0000 .0000E+00 .0000E+00    0.2296 .6493E-02 .1393E-02    0.0002 .7691E-07 .1110E-0
  159         0.90  0.023  0.061  0.2968    0.0000 .0000E+00 .0000E+00    0.2091 .5913E-02 .1297E-02    0.0005 .1662E-06 .1549E-0
  160         0.00  0.000  0.244  0.2562    0.0000 .0000E+00 .0000E+00    0.1904 .5383E-02 .1208E-02    0.0005 .1852E-06 .1634E-0
  161         0.00  0.000  0.223  0.2189    0.0000 .0000E+00 .0000E+00    0.1733 .4899E-02 .1124E-02    0.0006 .2027E-06 .2140E-0
  162         0.00  0.000  0.232  0.1803    0.0000 .0000E+00 .0000E+00    0.1576 .4456E-02 .1045E-02    0.0006 .2260E-06 .1792E-0
  163         0.00  0.000  0.213  0.1448    0.0000 .0000E+00 .0000E+00    0.1433 .4052E-02 .9723E-03    0.0006 .2406E-06 .1849E-0
  164         0.00  0.000  0.059  0.1350    0.0000 .0000E+00 .0000E+00    0.1302 .3683E-02 .9040E-03    0.0003 .1269E-06 .1426E-0
  165         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1183 .3346E-02 .8403E-03    0.0006 .2604E-06 .1931E-0
  166         0.54  0.000  0.063  0.2145    0.0000 .0000E+00 .0000E+00    0.1074 .3038E-02 .7808E-03    0.0006 .2711E-06 .1970E-0
  167         0.00  0.000  0.066  0.2035    0.0000 .0000E+00 .0000E+00    0.0975 .2758E-02 .7252E-03    0.0007 .2804E-06 .2002E-0
  168         0.00  0.000  0.076  0.1908    0.0000 .0000E+00 .0000E+00    0.0885 .2502E-02 .6734E-03    0.0007 .2883E-06 .2030E-0
  169         0.26  0.000  0.073  0.2220    0.0000 .0000E+00 .0000E+00    0.0802 .2269E-02 .6250E-03    0.0007 .2950E-06 .2565E-0
  170         0.50  0.000  0.179  0.2755    0.0000 .0000E+00 .0000E+00    0.0727 .2056E-02 .5799E-03    0.0007 .3033E-06 .2075E-0
  171         0.16  0.000  0.171  0.2736    0.0000 .0000E+00 .0000E+00    0.0659 .1863E-02 .5379E-03    0.0007 .3072E-06 .2089E-0
  172         0.33  0.000  0.283  0.2814    0.0000 .0000E+00 .0000E+00    0.0596 .1686E-02 .4987E-03    0.0003 .1551E-06 .1577E-0
  173         0.22  0.000  0.315  0.2656    0.0000 .0000E+00 .0000E+00    0.0540 .1526E-02 .4622E-03    0.0007 .3103E-06 .2104E-0
  174         0.10  0.000  0.230  0.2439    0.0000 .0000E+00 .0000E+00    0.0488 .1380E-02 .4282E-03    0.0007 .3117E-06 .2632E-0
  175         0.01  0.000  0.270  0.2006    0.0000 .0000E+00 .0000E+00    0.0441 .1248E-02 .3965E-03    0.0007 .3136E-06 .2110E-0
  176         0.18  0.000  0.265  0.1865    0.0000 .0000E+00 .0000E+00    0.0399 .1127E-02 .3669E-03    0.0007 .3132E-06 .2109E-0
  177         0.00  0.000  0.268  0.1418    0.0000 .0000E+00 .0000E+00    0.0360 .1017E-02 .3395E-03    0.0007 .3121E-06 .2105E-0
  178         0.02  0.000  0.058  0.1356    0.0000 .0000E+00 .0000E+00    0.0325 .9178E-03 .3139E-03    0.0007 .3105E-06 .2100E-0
  179         0.08  0.000  0.024  0.1449    0.0000 .0000E+00 .0000E+00    0.0293 .8275E-03 .2901E-03    0.0007 .3084E-06 .2092E-0
  180         0.00  0.000  0.041  0.1381    0.0000 .0000E+00 .0000E+00    0.0264 .7456E-03 .2680E-03    0.0007 .3058E-06 .2084E-0
  181         0.15  0.000  0.071  0.1512    0.0000 .0000E+00 .0000E+00    0.0237 .6713E-03 .2474E-03    0.0007 .3028E-06 .2073E-0
  182         0.00  0.000  0.057  0.1417    0.0000 .0000E+00 .0000E+00    0.0214 .6040E-03 .2283E-03    0.0007 .2995E-06 .2062E-0
  183         0.10  0.000  0.058  0.1486    0.0000 .0000E+00 .0000E+00    0.0192 .5430E-03 .2106E-03    0.0007 .2958E-06 .2049E-0
  184         0.00  0.000  0.055  0.1395    0.0000 .0000E+00 .0000E+00    0.0173 .4878E-03 .1941E-03    0.0003 .1460E-06 .1530E-0
  185         0.00  0.000  0.020  0.1363    0.0000 .0000E+00 .0000E+00    0.0155 .4379E-03 .1788E-03    0.0007 .2883E-06 .2025E-0
  186         0.00  0.000  0.005  0.1354    0.0000 .0000E+00 .0000E+00    0.0139 .3927E-03 .1646E-03    0.0007 .2831E-06 .2509E-0
  187         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0124 .3519E-03 .1514E-03    0.0007 .2791E-06 .1990E-0
  188         0.25  0.000  0.055  0.1675    0.0000 .0000E+00 .0000E+00    0.0111 .3151E-03 .1392E-03    0.0003 .1382E-06 .1483E-0
  189         0.09  0.000  0.057  0.1731    0.0000 .0000E+00 .0000E+00    0.0100 .2819E-03 .1279E-03    0.0006 .2706E-06 .1961E-0
  190         0.20  0.000  0.084  0.1925    0.0000 .0000E+00 .0000E+00    0.0089 .2519E-03 .1174E-03    0.0006 .2659E-06 .1944E-0
  191         0.05  0.000  0.174  0.1718    0.0000 .0000E+00 .0000E+00    0.0080 .2249E-03 .1077E-03    0.0006 .2611E-06 .1927E-0
  192         0.66  0.000  0.115  0.2626    0.0000 .0000E+00 .0000E+00    0.0071 .2006E-03 .9876E-04    0.0006 .2563E-06 .1909E-0
  193         0.00  0.000  0.296  0.2133    0.0000 .0000E+00 .0000E+00    0.0063 .1787E-03 .9046E-04    0.0006 .2515E-06 .1891E-0
  194         0.00  0.000  0.297  0.1638    0.0000 .0000E+00 .0000E+00    0.0056 .1590E-03 .8279E-04    0.0006 .2467E-06 .2337E-0
  195         0.01  0.000  0.157  0.1393    0.0000 .0000E+00 .0000E+00    0.0050 .1414E-03 .7570E-04    0.0006 .2409E-06 .1849E-0
  196         0.02  0.000  0.046  0.1350    0.0000 .0000E+00 .0000E+00    0.0044 .1255E-03 .6916E-04    0.0006 .2361E-06 .1831E-0
  197         0.27  0.000  0.098  0.1637    0.0000 .0000E+00 .0000E+00    0.0039 .1113E-03 .6313E-04    0.0006 .2313E-06 .1812E-0
  198         0.00  0.000  0.079  0.1505    0.0000 .0000E+00 .0000E+00    0.0035 .9859E-04 .5756E-04    0.0003 .1133E-06 .1348E-0
  199         0.08  0.000  0.099  0.1474    0.0000 .0000E+00 .0000E+00    0.0031 .8721E-04 .5244E-04    0.0006 .2229E-06 .1780E-0
  200         0.00  0.000  0.051  0.1390    0.0000 .0000E+00 .0000E+00    0.0027 .7703E-04 .4772E-04    0.0006 .2183E-06 .1761E-0
  201         0.04  0.000  0.040  0.1389    0.0000 .0000E+00 .0000E+00    0.0024 .6793E-04 .4337E-04    0.0006 .2138E-06 .1743E-0
  202         0.00  0.000  0.013  0.1367    0.0000 .0000E+00 .0000E+00    0.0021 .5983E-04 .3938E-04    0.0006 .2093E-06 .1724E-0
  203         0.00  0.000  0.008  0.1354    0.0000 .0000E+00 .0000E+00    0.0019 .5260E-04 .3571E-04    0.0006 .2049E-06 .1706E-0
  204         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0016 .4618E-04 .3235E-04    0.0006 .2005E-06 .1688E-0
  205         0.10  0.000  0.028  0.1470    0.0000 .0000E+00 .0000E+00    0.0014 .4046E-04 .2926E-04    0.0006 .1963E-06 .1670E-0
  206         0.06  0.000  0.067  0.1458    0.0000 .0000E+00 .0000E+00    0.0013 .3539E-04 .2643E-04    0.0005 .1921E-06 .1652E-0
  207         0.01  0.000  0.048  0.1395    0.0000 .0000E+00 .0000E+00    0.0011 .3090E-04 .2384E-04    0.0005 .1880E-06 .2040E-0
  208         0.04  0.000  0.038  0.1398    0.0000 .0000E+00 .0000E+00    0.0010 .2693E-04 .2148E-04    0.0005 .1830E-06 .1612E-0
  209         0.00  0.000  0.012  0.1377    0.0000 .0000E+00 .0000E+00    0.0008 .2342E-04 .1919E-04    0.0005 .1792E-06 .1595E-0
  210         0.12  0.000  0.064  0.1471    0.0000 .0000E+00 .0000E+00    0.0007 .2032E-04 .1732E-04    0.0003 .8766E-07 .1185E-0
  211         0.44  0.000  0.065  0.2095    0.0000 .0000E+00 .0000E+00    0.0006 .1759E-04 .1553E-04    0.0005 .1724E-06 .1565E-0
  212         1.11  0.096  0.195  0.3461    0.0000 .0000E+00 .0000E+00    0.0005 .1519E-04 .1389E-04    0.0005 .1688E-06 .1548E-0
  213         0.31  0.000  0.234  0.3539    1.2766 .0000E+00 .2935E-01    0.0296 .8356E-03 .2712E-03    0.0005 .1330E-06 .1340E-0
  214         0.00  0.000  0.247  0.3078    1.5830 .0000E+00 .3003E-01    0.1035 .2926E-02 .7562E-03    0.0003 .6711E-07 .9028E-0
  215         0.00  0.000  0.240  0.2628    1.4306 .0000E+00 .2969E-01    0.1716 .4853E-02 .1115E-02    0.0002 .2292E-07 .5144E-0
  216         0.14  0.000  0.187  0.2502    1.2080 .0000E+00 .2920E-01    0.2328 .6583E-02 .1408E-02    0.0001 .5029E-08 .2149E-0
  217         0.24  0.000  0.166  0.2576    1.0018 .0000E+00 .2875E-01    0.2875 .8130E-02 .1654E-02    0.0000 .3995E-09 .3769E-0
  218         0.10  0.000  0.145  0.2454    0.8503 .0000E+00 .2841E-01    0.3365 .9515E-02 .1866E-02    0.0000 .0000E+00 .0000E+0
  219         0.00  0.000  0.228  0.2027    0.6954 .0000E+00 .2807E-01    0.3805 .1076E-01 .2050E-02    0.0000 .0000E+00 .0000E+0
  220         0.00  0.000  0.216  0.1621    0.4226 .0000E+00 .2747E-01    0.4196 .1186E-01 .2210E-02    0.0000 .0000E+00 .0000E+0
  221         0.10  0.000  0.158  0.1525    0.0138 .0000E+00 .0000E+00    0.4271 .1208E-01 .2240E-02    0.0000 .0000E+00 .0000E+0
  222         0.56  0.000  0.143  0.2221    0.0000 .0000E+00 .0000E+00    0.3899 .1102E-01 .2089E-02    0.0000 .0000E+00 .0000E+0
  223         0.00  0.000  0.173  0.1932    0.0000 .0000E+00 .0000E+00    0.3558 .1006E-01 .1947E-02    0.0000 .0000E+00 .0000E+0
  224         0.00  0.000  0.194  0.1609    0.0000 .0000E+00 .0000E+00    0.3245 .9177E-02 .1815E-02    0.0000 .0000E+00 .0000E+0
  225         0.00  0.000  0.137  0.1381    0.0000 .0000E+00 .0000E+00    0.2960 .8368E-02 .1692E-02    0.0000 .1796E-09 .5664E-0



  226         0.00  0.000  0.018  0.1350    0.0000 .0000E+00 .0000E+00    0.2698 .7628E-02 .1576E-02    0.0000 .2030E-08 .1800E-0
  227         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2459 .6951E-02 .1468E-02    0.0001 .6141E-08 .3074E-0
  228         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2240 .6332E-02 .1367E-02    0.0001 .1198E-07 .4246E-0
  229         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2039 .5766E-02 .1273E-02    0.0002 .1908E-07 .5323E-0
  230         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1856 .5249E-02 .1185E-02    0.0002 .2706E-07 .6311E-0
  231         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1689 .4776E-02 .1102E-02    0.0002 .3559E-07 .7216E-0
  232         0.98  0.024  0.099  0.2778    0.0000 .0000E+00 .0000E+00    0.1536 .4344E-02 .1025E-02    0.0003 .4441E-07 .8042E-0
  233         0.00  0.000  0.217  0.2417    0.0000 .0000E+00 .0000E+00    0.1397 .3949E-02 .9535E-03    0.0003 .5332E-07 .8796E-0
  234         0.00  0.000  0.218  0.2053    0.0000 .0000E+00 .0000E+00    0.1269 .3589E-02 .8865E-03    0.0003 .6212E-07 .9481E-0
  235         0.00  0.000  0.252  0.1632    0.0000 .0000E+00 .0000E+00    0.1153 .3260E-02 .8239E-03    0.0003 .7065E-07 .1266E-0
  236         0.00  0.000  0.142  0.1395    0.0000 .0000E+00 .0000E+00    0.1047 .2960E-02 .7655E-03    0.0004 .8207E-07 .1080E-0
  237         0.00  0.000  0.027  0.1350    0.0000 .0000E+00 .0000E+00    0.0950 .2687E-02 .7109E-03    0.0002 .4489E-07 .8478E-0
  238         1.50  0.159  0.171  0.3300    0.0000 .0000E+00 .0000E+00    0.0862 .2437E-02 .6601E-03    0.0004 .9402E-07 .1456E-0
  239         0.00  0.000  0.216  0.2906    0.5463 .0000E+00 .2111E-01    0.0991 .2802E-02 .7329E-03    0.0004 .8439E-07 .1095E-0
  240         0.00  0.000  0.187  0.2547    0.8830 .0000E+00 .2848E-01    0.1521 .4300E-02 .1016E-02    0.0003 .4621E-07 .8109E-0
  241         0.00  0.000  0.210  0.2151    0.7513 .0000E+00 .2819E-01    0.2120 .5995E-02 .1310E-02    0.0002 .1922E-07 .5236E-0
  242         0.00  0.000  0.196  0.1778    0.5652 .0000E+00 .2778E-01    0.2659 .7519E-02 .1558E-02    0.0001 .5860E-08 .2898E-0
  243         0.00  0.000  0.166  0.1478    0.1473 .0000E+00 .1342E-01    0.3003 .8491E-02 .1711E-02    0.0000 .8529E-09 .1158E-0
  244         0.00  0.000  0.077  0.1350    0.0000 .0000E+00 .0000E+00    0.2953 .8351E-02 .1689E-02    0.0001 .2427E-08 .1894E-0
  245         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2692 .7612E-02 .1573E-02    0.0001 .5870E-08 .3014E-0
  246         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2453 .6937E-02 .1466E-02    0.0001 .1212E-07 .4278E-0
  247         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2235 .6319E-02 .1365E-02    0.0002 .1989E-07 .5440E-0
  248         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2035 .5754E-02 .1271E-02    0.0002 .2870E-07 .6505E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1852 .5238E-02 .1183E-02    0.0002 .3820E-07 .7479E-0
  250         0.12  0.000  0.045  0.1474    0.0000 .0000E+00 .0000E+00    0.1685 .4766E-02 .1100E-02    0.0003 .4806E-07 .8369E-0
  251         0.12  0.000  0.060  0.1574    0.0000 .0000E+00 .0000E+00    0.1533 .4335E-02 .1024E-02    0.0003 .5804E-07 .9179E-0
  252         0.00  0.000  0.042  0.1504    0.0000 .0000E+00 .0000E+00    0.1394 .3941E-02 .9520E-03    0.0003 .6793E-07 .1244E-0
  253         0.00  0.000  0.059  0.1405    0.0000 .0000E+00 .0000E+00    0.1267 .3581E-02 .8850E-03    0.0004 .8120E-07 .1075E-0
  254         0.00  0.000  0.026  0.1361    0.0000 .0000E+00 .0000E+00    0.1151 .3253E-02 .8225E-03    0.0004 .9036E-07 .1133E-0
  255         0.00  0.000  0.006  0.1352    0.0000 .0000E+00 .0000E+00    0.1045 .2954E-02 .7642E-03    0.0004 .9903E-07 .1186E-0
  256         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0948 .2681E-02 .7097E-03    0.0004 .1071E-06 .1234E-0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0860 .2432E-02 .6589E-03    0.0004 .1147E-06 .1277E-0
  258         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0780 .2205E-02 .6116E-03    0.0004 .1216E-06 .1315E-0
  259         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0707 .1998E-02 .5674E-03    0.0004 .1279E-06 .1348E-0
  260         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0640 .1810E-02 .5262E-03    0.0005 .1336E-06 .1378E-0
  261         0.04  0.000  0.025  0.1375    0.0000 .0000E+00 .0000E+00    0.0579 .1638E-02 .4878E-03    0.0005 .1387E-06 .1404E-0
  262         0.00  0.000  0.006  0.1365    0.0000 .0000E+00 .0000E+00    0.0524 .1482E-02 .4520E-03    0.0005 .1432E-06 .1426E-0
  263         0.00  0.000  0.007  0.1354    0.0000 .0000E+00 .0000E+00    0.0474 .1340E-02 .4187E-03    0.0005 .1471E-06 .1446E-0
  264         2.48  0.622  0.075  0.4326    0.0000 .0000E+00 .0000E+00    0.0428 .1211E-02 .3876E-03    0.0005 .1505E-06 .1462E-0
  265         0.00  0.000  0.149  0.4021    3.1469 .0000E+00 .3349E-01    0.0719 .2034E-02 .5693E-03    0.0004 .1132E-06 .1268E-0
  266         0.00  0.000  0.128  0.3749    3.7607 .0000E+00 .3485E-01    0.1535 .4340E-02 .1023E-02    0.0003 .4630E-07 .8117E-0
  267         0.00  0.000  0.130  0.3476    3.3944 .0000E+00 .3404E-01    0.2293 .6484E-02 .1391E-02    0.0001 .1426E-07 .4512E-0
  268         0.00  0.000  0.144  0.3181    2.9314 .0000E+00 .3301E-01    0.2963 .8379E-02 .1693E-02    0.0001 .1921E-08 .1666E-0
  269         0.16  0.000  0.145  0.3152    2.6366 .0000E+00 .3236E-01    0.3554 .1005E-01 .1945E-02    0.0000 .0000E+00 .0000E+0
  270         0.00  0.000  0.147  0.2855    2.2951 .0000E+00 .3161E-01    0.4076 .1153E-01 .2161E-02    0.0000 .0000E+00 .0000E+0
  271         0.00  0.000  0.116  0.2610    1.9280 .0000E+00 .3079E-01    0.4534 .1282E-01 .2345E-02    0.0000 .0000E+00 .0000E+0
  272         0.00  0.000  0.136  0.2332    1.6331 .0000E+00 .3014E-01    0.4935 .1395E-01 .2502E-02    0.0000 .0000E+00 .0000E+0
  273         0.15  0.000  0.103  0.2363    1.2140 .0000E+00 .2922E-01    0.5282 .1493E-01 .2636E-02    0.0000 .0000E+00 .0000E+0
  274         0.64  0.000  0.089  0.3232    0.9472 .0000E+00 .2863E-01    0.5579 .1577E-01 .2749E-02    0.0000 .0000E+00 .0000E+0
  275         0.00  0.000  0.084  0.3045    0.8061 .0000E+00 .2831E-01    0.5839 .1651E-01 .2847E-02    0.0000 .0000E+00 .0000E+0
  276         1.10  0.104  0.081  0.4519    1.5165 .0000E+00 .2988E-01    0.6087 .1721E-01 .2940E-02    0.0000 .0000E+00 .0000E+0
  277         0.19  0.000  0.097  0.4614    4.6566 .0000E+00 .3683E-01    0.6410 .1812E-01 .3059E-02    0.0000 .0000E+00 .0000E+0
  278         0.45  0.090  0.084  0.5010    5.3913 .0000E+00 .3845E-01    0.6833 .1932E-01 .3213E-02    0.0000 .0000E+00 .0000E+0
  279         0.00  0.000  0.103  0.4772    5.7598 .0000E+00 .3927E-01    0.7255 .2052E-01 .3365E-02    0.0000 .0000E+00 .0000E+0
  280         0.00  0.000  0.109  0.4528    5.1335 .0000E+00 .3788E-01    0.7642 .2161E-01 .3502E-02    0.0000 .0000E+00 .0000E+0
  281         0.00  0.000  0.102  0.4297    4.6139 .0000E+00 .3673E-01    0.7963 .2252E-01 .3615E-02    0.0000 .0000E+00 .0000E+0
  282         0.00  0.000  0.097  0.4077    4.1784 .0000E+00 .3577E-01    0.8230 .2327E-01 .3708E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.072  0.3897    3.8209 .0000E+00 .3498E-01    0.8451 .2389E-01 .3784E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.064  0.3733    3.5558 .0000E+00 .3439E-01    0.8635 .2442E-01 .3848E-02    0.0000 .0000E+00 .0000E+0
  285         0.14  0.000  0.080  0.3777    3.3068 .0000E+00 .3384E-01    0.8789 .2485E-01 .3901E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.071  0.3603    3.0616 .0000E+00 .3330E-01    0.8916 .2521E-01 .3944E-02    0.0000 .0000E+00 .0000E+0
  287         0.00  0.000  0.069  0.3433    2.8341 .0000E+00 .3280E-01    0.9019 .2550E-01 .3979E-02    0.0000 .0000E+00 .0000E+0
  288         0.02  0.000  0.069  0.3297    2.6536 .0000E+00 .3240E-01    0.9102 .2574E-01 .4007E-02    0.0000 .0000E+00 .0000E+0
  289         0.00  0.000  0.058  0.3147    2.4585 .0000E+00 .3197E-01    0.9167 .2592E-01 .4029E-02    0.0000 .0000E+00 .0000E+0
  290         0.00  0.000  0.052  0.3006    2.2652 .0000E+00 .3154E-01    0.9215 .2606E-01 .4046E-02    0.0000 .0000E+00 .0000E+0
  291         0.00  0.000  0.064  0.2849    2.0591 .0000E+00 .3108E-01    0.9248 .2615E-01 .4057E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.053  0.2709    1.9261 .0000E+00 .3079E-01    0.9268 .2620E-01 .4064E-02    0.0000 .0000E+00 .0000E+0
  293         0.00  0.000  0.059  0.2560    1.7625 .0000E+00 .3043E-01    0.9278 .2623E-01 .4067E-02    0.0000 .0000E+00 .0000E+0
  294         0.79  0.008  0.075  0.3689    1.6003 .0000E+00 .3007E-01    0.9278 .2623E-01 .4067E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.054  0.3548    1.7414 .0000E+00 .3038E-01    0.9275 .2622E-01 .4066E-02    0.0000 .0000E+00 .0000E+0
  296         0.00  0.000  0.047  0.3419    1.9456 .0000E+00 .3083E-01    0.9282 .2624E-01 .4068E-02    0.0000 .0000E+00 .0000E+0
  297         0.00  0.000  0.047  0.3289    1.8590 .0000E+00 .3064E-01    0.9293 .2628E-01 .4072E-02    0.0000 .0000E+00 .0000E+0
  298         0.00  0.000  0.049  0.3158    1.6990 .0000E+00 .3029E-01    0.9297 .2629E-01 .4074E-02    0.0000 .0000E+00 .0000E+0
  299         0.06  0.000  0.064  0.3100    1.5415 .0000E+00 .2994E-01    0.9292 .2627E-01 .4072E-02    0.0000 .0000E+00 .0000E+0
  300         0.00  0.000  0.051  0.2966    1.3859 .0000E+00 .2960E-01    0.9278 .2623E-01 .4067E-02    0.0000 .9667E-11 .1247E-0
  301         0.00  0.000  0.065  0.2809    1.2272 .0000E+00 .2925E-01    0.9256 .2617E-01 .4060E-02    0.0000 .8485E-09 .1598E-0
  302         0.00  0.000  0.059  0.2662    1.0500 .0000E+00 .2885E-01    0.9227 .2609E-01 .4050E-02    0.0001 .4662E-08 .2630E-0
  303         0.00  0.000  0.064  0.2507    0.9165 .0000E+00 .2856E-01    0.9190 .2599E-01 .4038E-02    0.0001 .1004E-07 .3837E-0
  304         0.00  0.000  0.066  0.2349    0.7759 .0000E+00 .2825E-01    0.9149 .2587E-01 .4024E-02    0.0002 .1747E-07 .5044E-0
  305         0.00  0.000  0.074  0.2180    0.6361 .0000E+00 .2794E-01    0.9103 .2574E-01 .4008E-02    0.0002 .2692E-07 .6248E-0
  306         0.00  0.000  0.065  0.2026    0.5011 .0000E+00 .2764E-01    0.9053 .2560E-01 .3991E-02    0.0001 .1786E-07 .5489E-0
  307         0.30  0.000  0.069  0.2366    0.3689 .0000E+00 .2735E-01    0.8999 .2545E-01 .3973E-02    0.0003 .4793E-07 .8337E-0
  308         0.00  0.000  0.065  0.2212    0.2349 .0000E+00 .2705E-01    0.8942 .2529E-01 .3953E-02    0.0003 .6253E-07 .9511E-0
  309         0.00  0.000  0.068  0.2054    0.1010 .0000E+00 .2676E-01    0.8883 .2512E-01 .3933E-02    0.0004 .8064E-07 .1350E-0
  310         0.00  0.000  0.078  0.1919    0.0044 .0000E+00 .3239E-02    0.8589 .2429E-01 .3832E-02    0.0004 .1153E-06 .1286E-0
  311         0.02  0.000  0.073  0.1831    0.0000 .0000E+00 .0000E+00    0.7909 .2236E-01 .3596E-02    0.0005 .1786E-06 .1598E-0
  312         0.57  0.000  0.077  0.2653    0.0000 .0000E+00 .0000E+00    0.7233 .2045E-01 .3357E-02    0.0006 .2519E-06 .1896E-0
  313         0.00  0.000  0.070  0.2536    0.0000 .0000E+00 .0000E+00    0.6614 .1870E-01 .3133E-02    0.0007 .3278E-06 .2161E-0
  314         0.00  0.000  0.082  0.2400    0.0000 .0000E+00 .0000E+00    0.6045 .1709E-01 .2924E-02    0.0008 .4033E-06 .2396E-0
  315         0.00  0.000  0.077  0.2271    0.0000 .0000E+00 .0000E+00    0.5524 .1562E-01 .2729E-02    0.0009 .4763E-06 .2603E-0
  316         0.00  0.000  0.078  0.2141    0.0000 .0000E+00 .0000E+00    0.5047 .1427E-01 .2546E-02    0.0009 .5451E-06 .2784E-0
  317         0.00  0.000  0.073  0.2019    0.0000 .0000E+00 .0000E+00    0.4609 .1303E-01 .2375E-02    0.0010 .6086E-06 .2941E-0
  318         0.00  0.000  0.065  0.1910    0.0000 .0000E+00 .0000E+00    0.4208 .1190E-01 .2215E-02    0.0005 .3330E-06 .2310E-0
  319         0.67  0.000  0.077  0.2898    0.0000 .0000E+00 .0000E+00    0.3841 .1086E-01 .2065E-02    0.0010 .6964E-06 .3163E-0
  320         0.00  0.000  0.074  0.2775    0.0000 .0000E+00 .0000E+00    0.3505 .9910E-02 .1925E-02    0.0011 .7429E-06 .3265E-0
  321         0.00  0.000  0.061  0.2673    0.0000 .0000E+00 .0000E+00    0.3197 .9040E-02 .1794E-02    0.0011 .7830E-06 .3350E-0



  322         0.00  0.000  0.051  0.2588    0.0009 .0000E+00 .3658E-03    0.2919 .8253E-02 .1674E-02    0.0011 .8162E-06 .3419E-0
  323         0.16  0.000  0.066  0.2736    0.0019 .0000E+00 .5252E-02    0.2719 .7687E-02 .1585E-02    0.0011 .8360E-06 .3455E-0
  324         0.73  0.014  0.066  0.3802    0.2496 .0000E+00 .1044E-01    0.2666 .7537E-02 .1562E-02    0.0011 .8294E-06 .4284E-0
  325         0.85  0.080  0.055  0.4936    3.5494 .0000E+00 .3438E-01    0.2938 .8308E-02 .1682E-02    0.0011 .7434E-06 .3248E-0
  326         0.00  0.000  0.045  0.4796    5.6464 .0000E+00 .3902E-01    0.3619 .1023E-01 .1972E-02    0.0010 .5992E-06 .2917E-0
  327         0.00  0.000  0.040  0.4667    5.2934 .0000E+00 .3824E-01    0.4309 .1218E-01 .2255E-02    0.0009 .4808E-06 .2614E-0
  328         0.25  0.003  0.051  0.4930    5.2978 .0000E+00 .3825E-01    0.4928 .1393E-01 .2499E-02    0.0008 .3935E-06 .2366E-0
  329         0.01  0.000  0.053  0.4792    5.6727 .0000E+00 .3907E-01    0.5504 .1556E-01 .2721E-02    0.0007 .3265E-06 .2156E-0
  330         0.32  0.087  0.064  0.5010    5.6907 .0000E+00 .3911E-01    0.6045 .1709E-01 .2924E-02    0.0007 .2743E-06 .1977E-0
  331         0.00  0.000  0.043  0.4873    5.8586 .0000E+00 .3949E-01    0.6546 .1851E-01 .3109E-02    0.0006 .2344E-06 .1829E-0
  332         0.29  0.115  0.054  0.5010    5.8078 .0000E+00 .3937E-01    0.7010 .1982E-01 .3277E-02    0.0006 .2041E-06 .1707E-0
  333         0.36  0.349  0.065  0.4853    5.8386 .0000E+00 .3944E-01    0.7434 .2102E-01 .3428E-02    0.0005 .1816E-06 .1611E-0
  334         0.58  0.393  0.053  0.5010    5.8353 .0000E+00 .3943E-01    0.7824 .2212E-01 .3566E-02    0.0005 .1652E-06 .1537E-0
  335         0.59  0.579  0.057  0.4867    5.8528 .0000E+00 .3947E-01    0.8183 .2314E-01 .3691E-02    0.0002 .7682E-07 .1105E-0
  336         0.35  0.177  0.048  0.5010    5.8236 .0000E+00 .3941E-01    0.8511 .2407E-01 .3805E-02    0.0005 .1508E-06 .1825E-0
  337         0.00  0.000  0.042  0.4874    5.8596 .0000E+00 .3949E-01    0.8812 .2492E-01 .3909E-02    0.0005 .1421E-06 .1427E-0
  338         0.15  0.012  0.046  0.4963    5.6978 .0000E+00 .3913E-01    0.9086 .2569E-01 .4002E-02    0.0005 .1410E-06 .1422E-0
  339         0.00  0.000  0.035  0.4838    5.7431 .0000E+00 .3923E-01    0.9333 .2639E-01 .4086E-02    0.0005 .1428E-06 .1431E-0
  340         0.00  0.000  0.044  0.4701    5.3998 .0000E+00 .3847E-01    0.9553 .2701E-01 .4160E-02    0.0005 .1473E-06 .1453E-0
  341         0.00  0.000  0.038  0.4575    5.0500 .0000E+00 .3770E-01    0.9736 .2753E-01 .4221E-02    0.0005 .1551E-06 .1491E-0
  342         0.41  0.060  0.051  0.5010    5.2419 .0000E+00 .3812E-01    0.9895 .2798E-01 .4275E-02    0.0005 .1653E-06 .1540E-0
  343         0.29  0.201  0.056  0.4998    5.9875 .0000E+00 .3977E-01    1.0064 .2846E-01 .4331E-02    0.0005 .1756E-06 .1586E-0
  344         0.00  0.000  0.033  0.4877    5.8415 .0000E+00 .3945E-01    1.0243 .2896E-01 .4390E-02    0.0005 .1859E-06 .1633E-0
  345  *      0.27  0.000  0.028  0.4845    5.6100 .0000E+00 .3894E-01    1.0396 .2940E-01 .4441E-02    0.0006 .1990E-06 .1689E-0
  346  *      1.22  0.000  0.025  0.4813    5.5216 .0000E+00 .3874E-01    1.0527 .2977E-01 .4484E-02    0.0006 .2146E-06 .1754E-0
  347  *      0.03  0.000  0.020  0.4781    5.4341 .0000E+00 .3855E-01    1.0642 .3009E-01 .4522E-02    0.0003 .1127E-06 .1358E-0
  348  *      0.00  0.000  0.019  0.4750    5.3475 .0000E+00 .3836E-01    1.0743 .3038E-01 .4555E-02    0.0006 .2482E-06 .1882E-0
  349  *      0.00  0.000  0.032  0.4720    5.2618 .0000E+00 .3817E-01    1.0830 .3062E-01 .4584E-02    0.0006 .2694E-06 .1961E-0
  350         0.00  0.000  0.025  0.4921    5.3798 .0000E+00 .3843E-01    1.0910 .3085E-01 .4610E-02    0.0007 .2921E-06 .2042E-0
  351         0.03  0.562  0.000  0.5010    5.9400 .0000E+00 .3967E-01    1.0999 .3110E-01 .4639E-02    0.0007 .3153E-06 .2121E-0
  352  *      0.38  0.008  0.036  0.4964    5.9522 .0000E+00 .3969E-01    1.1102 .3139E-01 .4673E-02    0.0007 .3380E-06 .2195E-0
  353  *      0.15  0.000  0.031  0.4931    5.8448 .0000E+00 .3945E-01    1.1194 .3165E-01 .4703E-02    0.0008 .3659E-06 .2853E-0
  354  *      0.00  0.000  0.021  0.4899    5.7605 .0000E+00 .3927E-01    1.1273 .3187E-01 .4728E-02    0.0008 .3926E-06 .2370E-0
  355  *      1.10  0.000  0.023  0.4866    5.6708 .0000E+00 .3907E-01    1.1340 .3206E-01 .4750E-02    0.0004 .2058E-06 .1829E-0
  356         0.00  0.000  0.036  0.4835    5.5820 .0000E+00 .3887E-01    1.1397 .3223E-01 .4769E-02    0.0008 .4435E-06 .2515E-0
  357         0.00  0.124  0.012  0.5010    5.7918 .0000E+00 .3934E-01    1.1451 .3238E-01 .4786E-02    0.0009 .4735E-06 .2599E-0
  358         0.00  0.747  0.000  0.4977    5.9656 .0000E+00 .3972E-01    1.1511 .3255E-01 .4806E-02    0.0009 .5036E-06 .2680E-0
  359         0.00  0.652  0.000  0.5010    5.9771 .0000E+00 .3975E-01    1.1573 .3272E-01 .4826E-02    0.0009 .5335E-06 .2758E-0
  360         0.00  0.067  0.045  0.4944    5.9313 .0000E+00 .3965E-01    1.1629 .3288E-01 .4844E-02    0.0009 .5639E-06 .2836E-0
  361         0.00  0.000  0.048  0.4799    5.6738 .0000E+00 .3908E-01    1.1674 .3301E-01 .4858E-02    0.0010 .5958E-06 .2915E-0
  362         0.00  0.000  0.059  0.4637    5.2759 .0000E+00 .3820E-01    1.1696 .3307E-01 .4865E-02    0.0010 .6300E-06 .2998E-0
  363         0.00  0.000  0.053  0.4487    4.8845 .0000E+00 .3733E-01    1.1694 .3307E-01 .4865E-02    0.0010 .6671E-06 .3871E-0
  364         0.00  0.000  0.055  0.4334    4.5667 .0000E+00 .3663E-01    1.1672 .3300E-01 .4858E-02    0.0011 .7175E-06 .3199E-0
  365         0.00  0.000  0.044  0.4200    4.2623 .0000E+00 .3596E-01    1.1633 .3289E-01 .4845E-02    0.0011 .7598E-06 .3292E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    1
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.40    1.35    3.88    2.12    1.98    4.11
                                  3.65    3.93    3.07    3.39    5.11    4.97
 
 RUNOFF                           0.000   0.000   0.046   0.000   0.000   0.023
                                  0.096   0.183   0.622   0.202   1.042   3.189
 
 EVAPOTRANSPIRATION               1.451   1.601   2.287   2.117   2.107   4.624
                                  2.385   4.587   1.628   2.200   1.930   1.064
 
 PERCOLATION/LEAKAGE THROUGH      0.9126  0.0933  0.7239  0.2715  0.1121  0.0838
   LAYER  2                       0.0000  0.3500  0.2895  0.9959  0.5418  1.2031
 
 LATERAL DRAINAGE COLLECTED       0.8900  0.3223  0.3799  0.4549  0.0833  0.1065
   FROM LAYER  3                  0.0055  0.1952  0.1644  0.7429  0.4970  0.9311
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1351  0.0582  0.0665  0.0781  0.0211  0.0253
   LAYER  4                       0.0026  0.0412  0.0352  0.1174  0.0846  0.1399
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1013  0.1316  0.0684  0.0853  0.0948  0.0559
   LAYER  7                       0.0557  0.0160  0.0242  0.0013  0.0672  0.0666
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.624   0.028   1.561   0.196   0.039   0.029
   TOP OF LAYER  2                0.000   0.367   0.765   2.531   1.886   5.553
 
 STD. DEVIATION OF DAILY          1.171   0.087   1.570   0.333   0.132   0.096
   HEAD ON TOP OF LAYER  2        0.000   0.511   1.269   1.452   2.596   0.421
 



 AVERAGE DAILY HEAD ON            1.015   0.407   0.433   0.536   0.095   0.126
   TOP OF LAYER  4                0.006   0.223   0.194   0.848   0.586   1.062
 
 STD. DEVIATION OF DAILY          0.098   0.267   0.305   0.274   0.066   0.087
   HEAD ON TOP OF LAYER  4        0.006   0.109   0.139   0.117   0.219   0.103
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.001   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.001   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    1
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           38.96         353562.094    100.00
 
   RUNOFF                                   5.402         49022.945     13.87
 
   EVAPOTRANSPIRATION                      27.982        253933.531     71.82
 
   PERC./LEAKAGE THROUGH LAYER  2           5.577482      50615.648     14.32
 
   AVG. HEAD ON TOP OF LAYER  2             1.2149
 
   DRAINAGE COLLECTED FROM LAYER  3         4.7729        43314.125     12.25
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.805057       7305.889      2.07
 
   AVG. HEAD ON TOP OF LAYER  4             0.4609
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.396      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.768323       6972.528      1.97
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                  0.035           317.381      0.09
 
   SOIL WATER AT START OF YEAR            285.475       2590687.000
 
   SOIL WATER AT END OF YEAR              285.510       2591004.500
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.182      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    2
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.000  0.051  0.4056    3.9784 .0000E+00 .3533E-01    1.1580 .3274E-01 .4828E-02    0.0011 .8032E-06 .3384E-0
    2         0.00  0.000  0.042  0.3928    3.7363 .0000E+00 .3479E-01    1.1517 .3256E-01 .4807E-02    0.0011 .8472E-06 .3475E-0
    3         0.00  0.000  0.042  0.3801    3.5135 .0000E+00 .3430E-01    1.1445 .3236E-01 .4784E-02    0.0006 .4456E-06 .2667E-0
    4  *      0.00  0.000  0.040  0.3679    3.2943 .0000E+00 .3382E-01    1.1366 .3214E-01 .4759E-02    0.0012 .9223E-06 .4546E-0
    5         0.01  0.000  0.051  0.3555    3.0759 .0000E+00 .3333E-01    1.1281 .3190E-01 .4731E-02    0.0012 .9773E-06 .3731E-0
    6         0.00  0.000  0.051  0.3415    2.8719 .0000E+00 .3288E-01    1.1191 .3164E-01 .4702E-02    0.0006 .5095E-06 .2853E-0
    7         0.05  0.000  0.059  0.3345    2.6787 .0000E+00 .3245E-01    1.1096 .3137E-01 .4671E-02    0.0013 .1048E-05 .4841E-0
    8  *      0.45  0.000  0.039  0.3325    2.5032 .0000E+00 .3207E-01    1.0999 .3110E-01 .4639E-02    0.0013 .1098E-05 .3955E-0
    9  *      0.00  0.000  0.029  0.3305    2.3560 .0000E+00 .3174E-01    1.0900 .3082E-01 .4607E-02    0.0013 .1135E-05 .4020E-0
   10  *      0.00  0.000  0.030  0.3285    2.2103 .0000E+00 .3142E-01    1.0801 .3054E-01 .4574E-02    0.0013 .1170E-05 .4081E-0



   11  *      0.00  0.000  0.022  0.3266    2.0449 .0000E+00 .3105E-01    1.0701 .3026E-01 .4542E-02    0.0014 .1203E-05 .4138E-0
   12  *      0.00  0.000  0.030  0.3248    1.9205 .0000E+00 .3078E-01    1.0601 .2997E-01 .4509E-02    0.0007 .6156E-06 .3141E-0
   13  *      0.00  0.000  0.025  0.3230    1.7822 .0000E+00 .3047E-01    1.0501 .2969E-01 .4476E-02    0.0014 .1253E-05 .4226E-0
   14  *      0.00  0.000  0.026  0.3212    1.6423 .0000E+00 .3016E-01    1.0402 .2941E-01 .4443E-02    0.0014 .1279E-05 .4270E-0
   15  *      0.00  0.000  0.030  0.3195    1.5039 .0000E+00 .2986E-01    1.0303 .2913E-01 .4410E-02    0.0014 .1304E-05 .4311E-0
   16  *  *   0.00  0.000  0.035  0.3147    1.0541 .0000E+00 .2886E-01    1.0197 .2883E-01 .4375E-02    0.0014 .1327E-05 .4349E-0
   17  *  *   0.00  0.000  0.026  0.3100    0.8179 .0000E+00 .2834E-01    1.0079 .2850E-01 .4336E-02    0.0014 .1350E-05 .4387E-0
   18  *  *   0.00  0.000  0.000  0.3053    0.6878 .0000E+00 .2805E-01    0.9959 .2816E-01 .4296E-02    0.0015 .1372E-05 .4422E-0
   19     *   0.06  0.000  0.007  0.3096    0.5590 .0000E+00 .2777E-01    0.9841 .2783E-01 .4257E-02    0.0015 .1392E-05 .4453E-0
   20  *  *   0.90  0.000  0.038  0.3050    0.4316 .0000E+00 .2749E-01    0.9726 .2750E-01 .4218E-02    0.0015 .1409E-05 .4480E-0
   21     *   0.00  0.000  0.041  0.3034    0.3054 .0000E+00 .2721E-01    0.9613 .2718E-01 .4180E-02    0.0015 .1424E-05 .4503E-0
   22  *  *   0.12  0.000  0.036  0.2989    0.1805 .0000E+00 .2693E-01    0.9502 .2687E-01 .4143E-02    0.0015 .1436E-05 .4522E-0
   23  *  *   0.19  0.000  0.039  0.2952    0.0568 .0000E+00 .2235E-01    0.9350 .2644E-01 .4092E-02    0.0015 .1452E-05 .4549E-0
   24  *  *   0.19  0.000  0.031  0.2952    0.0000 .0000E+00 .0000E+00    0.8915 .2521E-01 .3944E-02    0.0015 .1506E-05 .4644E-0
   25  *  *   0.00  0.000  0.032  0.2952    0.0000 .0000E+00 .0000E+00    0.8156 .2306E-01 .3682E-02    0.0016 .1622E-05 .4832E-0
   26  *  *   0.00  0.000  0.027  0.2952    0.0000 .0000E+00 .0000E+00    0.7460 .2109E-01 .3438E-02    0.0016 .1749E-05 .5012E-0
   27  *  *   0.02  0.000  0.000  0.2952    0.0000 .0000E+00 .0000E+00    0.6822 .1929E-01 .3209E-02    0.0017 .1844E-05 .6444E-0
   28  *  *   0.00  0.000  0.041  0.2952    0.0000 .0000E+00 .0000E+00    0.6236 .1763E-01 .2995E-02    0.0018 .1975E-05 .5292E-0
   29  *  *   0.00  0.000  0.034  0.2952    0.0000 .0000E+00 .0000E+00    0.5699 .1611E-01 .2795E-02    0.0018 .2033E-05 .5369E-0
   30  *  *   0.00  0.000  0.032  0.2952    0.0000 .0000E+00 .0000E+00    0.5207 .1472E-01 .2607E-02    0.0018 .2074E-05 .5421E-0
   31  *  *   0.00  0.000  0.038  0.2952    0.0000 .0000E+00 .0000E+00    0.4756 .1345E-01 .2432E-02    0.0018 .2098E-05 .5453E-0
   32     *   0.00  0.000  0.043  0.2952    0.0000 .0000E+00 .0000E+00    0.4343 .1228E-01 .2269E-02    0.0018 .2108E-05 .5466E-0
   33  *  *   0.00  0.000  0.036  0.2952    0.0000 .0000E+00 .0000E+00    0.3964 .1121E-01 .2116E-02    0.0018 .2107E-05 .5463E-0
   34  *  *   0.48  0.000  0.033  0.2952    0.0000 .0000E+00 .0000E+00    0.3618 .1023E-01 .1972E-02    0.0018 .2094E-05 .5447E-0
   35  *  *   0.00  0.000  0.039  0.2952    0.0000 .0000E+00 .0000E+00    0.3300 .9332E-02 .1839E-02    0.0018 .2073E-05 .5419E-0
   36  *  *   0.00  0.000  0.035  0.2952    0.0000 .0000E+00 .0000E+00    0.3010 .8510E-02 .1713E-02    0.0018 .2044E-05 .5381E-0
   37  *  *   0.21  0.000  0.037  0.2952    0.0000 .0000E+00 .0000E+00    0.2744 .7758E-02 .1596E-02    0.0018 .2009E-05 .5335E-0
   38     *   0.83  0.522  0.000  0.3464    0.0000 .0000E+00 .0000E+00    0.2500 .7070E-02 .1487E-02    0.0009 .9844E-06 .3977E-0
   39     *   0.00  0.120  0.011  0.3682    0.0000 .0000E+00 .0000E+00    0.2278 .6441E-02 .1385E-02    0.0017 .1927E-05 .5237E-0
   40     *   1.50  2.573  0.000  0.3925    0.0000 .0000E+00 .0000E+00    0.2074 .5866E-02 .1289E-02    0.0017 .1881E-05 .5174E-0
   41     *   0.00  0.000  0.000  0.3925    0.0000 .0000E+00 .0000E+00    0.1888 .5340E-02 .1200E-02    0.0017 .1833E-05 .5107E-0
   42     *   0.31  0.230  0.005  0.4050    0.0000 .0000E+00 .0000E+00    0.1718 .4859E-02 .1117E-02    0.0017 .1770E-05 .6277E-0
   43     *   0.00  0.000  0.000  0.4050    0.0000 .0000E+00 .0000E+00    0.1563 .4420E-02 .1039E-02    0.0016 .1726E-05 .4945E-0
   44  *  *   0.00  0.000  0.000  0.4050    0.0000 .0000E+00 .0000E+00    0.1421 .4019E-02 .9662E-03    0.0008 .8496E-06 .3666E-0
   45  *  *   0.00  0.000  0.000  0.4050    0.0000 .0000E+00 .0000E+00    0.1292 .3652E-02 .8983E-03    0.0016 .1629E-05 .4812E-0
   46  *  *   0.11  0.000  0.048  0.4050    0.0000 .0000E+00 .0000E+00    0.1173 .3318E-02 .8350E-03    0.0016 .1577E-05 .4734E-0
   47     *   0.10  0.106  0.038  0.4080    0.0000 .0000E+00 .0000E+00    0.1066 .3013E-02 .7758E-03    0.0015 .1525E-05 .4656E-0
   48  *  *   0.00  0.000  0.000  0.4080    0.0000 .0000E+00 .0000E+00    0.0967 .2735E-02 .7206E-03    0.0015 .1474E-05 .4577E-0
   49  *  *   0.00  0.000  0.000  0.4080    0.0000 .0000E+00 .0000E+00    0.0877 .2481E-02 .6691E-03    0.0015 .1424E-05 .4499E-0
   50  *  *   0.22  0.000  0.040  0.4080    0.0000 .0000E+00 .0000E+00    0.0796 .2249E-02 .6210E-03    0.0015 .1375E-05 .4420E-0
   51     *   0.00  0.000  0.061  0.4080    0.0000 .0000E+00 .0000E+00    0.0721 .2039E-02 .5762E-03    0.0014 .1327E-05 .5412E-0
   52  *  *   0.11  0.000  0.040  0.4080    0.0000 .0000E+00 .0000E+00    0.0653 .1847E-02 .5344E-03    0.0014 .1272E-05 .4246E-0
   53  *  *   0.00  0.000  0.059  0.4080    0.0000 .0000E+00 .0000E+00    0.0591 .1672E-02 .4954E-03    0.0014 .1227E-05 .4170E-0
   54  *  *   0.10  0.000  0.000  0.4080    0.0000 .0000E+00 .0000E+00    0.0535 .1513E-02 .4591E-03    0.0014 .1183E-05 .4095E-0
   55     *   0.35  0.279  0.000  0.4181    0.0000 .0000E+00 .0000E+00    0.0484 .1368E-02 .4253E-03    0.0013 .1140E-05 .4020E-0
   56  *  *   0.33  0.000  0.039  0.4181    0.0000 .0000E+00 .0000E+00    0.0437 .1237E-02 .3938E-03    0.0007 .5495E-06 .2970E-0
   57  *  *   0.25  0.000  0.037  0.4181    0.0000 .0000E+00 .0000E+00    0.0395 .1117E-02 .3645E-03    0.0013 .1067E-05 .3893E-0
   58     *   0.00  0.070  0.033  0.4197    0.0000 .0000E+00 .0000E+00    0.0357 .1008E-02 .3372E-03    0.0013 .1028E-05 .3822E-0
   59  *  *   0.21  0.000  0.039  0.4197    0.0000 .0000E+00 .0000E+00    0.0322 .9097E-03 .3118E-03    0.0012 .9913E-06 .3752E-0
   60  *  *   2.19  0.000  0.000  0.4199    0.0000 .0000E+00 .0000E+00    0.0290 .8201E-03 .2881E-03    0.0012 .9555E-06 .3683E-0
   61  *  *   0.00  0.000  0.038  0.4199    0.0000 .0000E+00 .0000E+00    0.0261 .7389E-03 .2662E-03    0.0012 .9210E-06 .3616E-0
   62  *  *   0.00  0.000  0.033  0.4199    0.0000 .0000E+00 .0000E+00    0.0235 .6652E-03 .2457E-03    0.0012 .8878E-06 .3550E-0
   63  *  *   0.00  0.000  0.033  0.4199    0.0000 .0000E+00 .0000E+00    0.0212 .5985E-03 .2267E-03    0.0012 .8559E-06 .3486E-0
   64  *  *   0.27  0.000  0.032  0.4199    0.0000 .0000E+00 .0000E+00    0.0190 .5380E-03 .2091E-03    0.0011 .8252E-06 .3423E-0
   65     *   0.45  0.996  0.000  0.4288    0.0000 .0000E+00 .0000E+00    0.0171 .4833E-03 .1927E-03    0.0011 .7957E-06 .3361E-0
   66     *   0.00  1.044  0.000  0.4364    0.0000 .0000E+00 .0000E+00    0.0153 .4338E-03 .1775E-03    0.0011 .7674E-06 .3301E-0
   67     *   0.00  0.970  0.000  0.4426    0.0000 .0000E+00 .0000E+00    0.0138 .3890E-03 .1634E-03    0.0011 .7362E-06 .4042E-0
   68     *   0.00  0.398  0.030  0.4426    0.0000 .0000E+00 .0000E+00    0.0123 .3486E-03 .1503E-03    0.0010 .7085E-06 .3170E-0
   69     *   0.00  0.000  0.000  0.4426    0.0000 .0000E+00 .0000E+00    0.0110 .3121E-03 .1382E-03    0.0010 .6837E-06 .3114E-0
   70     *   0.00  0.000  0.000  0.4426    0.0000 .0000E+00 .0000E+00    0.0099 .2792E-03 .1270E-03    0.0010 .6598E-06 .3059E-0
   71     *   0.28  0.252  0.004  0.4466    0.0000 .0000E+00 .0000E+00    0.0088 .2494E-03 .1166E-03    0.0005 .3218E-06 .2260E-0
   72     *   0.00  0.000  0.000  0.4466    0.0000 .0000E+00 .0000E+00    0.0079 .2227E-03 .1069E-03    0.0010 .6198E-06 .2966E-0
   73     *   0.00  0.000  0.000  0.4466    0.0000 .0000E+00 .0000E+00    0.0070 .1986E-03 .9802E-04    0.0010 .5956E-06 .3635E-0
   74     *   0.00  0.000  0.000  0.4466    0.0000 .0000E+00 .0000E+00    0.0063 .1769E-03 .8977E-04    0.0009 .5737E-06 .2853E-0
   75     *   0.00  0.000  0.000  0.4466    0.0000 .0000E+00 .0000E+00    0.0056 .1574E-03 .8215E-04    0.0009 .5543E-06 .2804E-0
   76     *   0.00  0.000  0.000  0.4466    0.0000 .0000E+00 .0000E+00    0.0049 .1399E-03 .7512E-04    0.0009 .5357E-06 .2757E-0
   77         0.28  0.155  0.100  0.4462    3.6253 .0000E+00 .2791E-01    0.0321 .9068E-03 .2968E-03    0.0008 .4359E-06 .2487E-0
   78         0.00  0.000  0.069  0.4287    4.4871 .0000E+00 .3645E-01    0.1098 .3106E-02 .7903E-03    0.0006 .2707E-06 .1961E-0
   79  *      0.73  0.000  0.043  0.4260    4.2048 .0000E+00 .3583E-01    0.1938 .5480E-02 .1223E-02    0.0005 .1613E-06 .1514E-0
   80  *      0.39  0.000  0.043  0.4234    4.0404 .0000E+00 .3547E-01    0.2692 .7612E-02 .1573E-02    0.0004 .9544E-07 .1166E-0
   81         0.00  0.000  0.008  0.4749    4.2958 .0000E+00 .3603E-01    0.3381 .9560E-02 .1872E-02    0.0003 .5423E-07 .8795E-0
   82         0.00  0.262  0.022  0.5010    5.7277 .0000E+00 .3920E-01    0.4052 .1146E-01 .2151E-02    0.0002 .2734E-07 .6255E-0
   83         0.29  0.422  0.029  0.4944    5.9313 .0000E+00 .3965E-01    0.4723 .1335E-01 .2419E-02    0.0001 .1071E-07 .3927E-0
   84         0.13  0.027  0.106  0.4873    5.7515 .0000E+00 .3925E-01    0.5340 .1510E-01 .2658E-02    0.0001 .2690E-08 .1984E-0
   85         0.67  0.427  0.122  0.5010    5.8433 .0000E+00 .3945E-01    0.5901 .1669E-01 .2870E-02    0.0000 .1063E-09 .3990E-0
   86         0.00  0.000  0.159  0.4680    5.6684 .0000E+00 .3906E-01    0.6415 .1814E-01 .3061E-02    0.0000 .0000E+00 .0000E+0
   87         0.00  0.000  0.124  0.4410    4.9072 .0000E+00 .3738E-01    0.6864 .1941E-01 .3224E-02    0.0000 .0000E+00 .0000E+0
   88         0.00  0.000  0.121  0.4149    4.3952 .0000E+00 .3625E-01    0.7236 .2046E-01 .3358E-02    0.0000 .0000E+00 .0000E+0
   89         0.00  0.000  0.122  0.3886    3.9275 .0000E+00 .3522E-01    0.7550 .2135E-01 .3469E-02    0.0000 .0000E+00 .0000E+0
   90         0.00  0.000  0.147  0.3583    3.5573 .0000E+00 .3440E-01    0.7812 .2209E-01 .3562E-02    0.0000 .0000E+00 .0000E+0
   91         0.73  0.018  0.094  0.4556    3.3714 .0000E+00 .3399E-01    0.8036 .2272E-01 .3640E-02    0.0000 .0000E+00 .0000E+0
   92         0.31  0.001  0.135  0.4783    4.8381 .0000E+00 .3723E-01    0.8266 .2337E-01 .3721E-02    0.0000 .0000E+00 .0000E+0
   93         0.00  0.000  0.190  0.4404    5.0662 .0000E+00 .3773E-01    0.8535 .2413E-01 .3814E-02    0.0000 .0000E+00 .0000E+0
   94         0.00  0.000  0.171  0.4058    4.3497 .0000E+00 .3615E-01    0.8774 .2481E-01 .3896E-02    0.0000 .0000E+00 .0000E+0
   95         0.00  0.000  0.139  0.3768    3.8194 .0000E+00 .3498E-01    0.8956 .2532E-01 .3958E-02    0.0000 .0000E+00 .0000E+0
   96         0.26  0.000  0.132  0.3924    3.4550 .0000E+00 .3417E-01    0.9097 .2572E-01 .4006E-02    0.0000 .0000E+00 .0000E+0
   97         0.13  0.000  0.095  0.3926    3.1250 .0000E+00 .3344E-01    0.9205 .2603E-01 .4043E-02    0.0000 .0000E+00 .0000E+0
   98         0.00  0.000  0.124  0.3664    2.8478 .0000E+00 .3283E-01    0.9287 .2626E-01 .4070E-02    0.0000 .0000E+00 .0000E+0
   99         0.31  0.000  0.132  0.3907    2.5942 .0000E+00 .3227E-01    0.9346 .2643E-01 .4090E-02    0.0000 .4687E-11 .2595E-0
  100         0.00  0.000  0.153  0.3597    2.9569 .0000E+00 .3307E-01    0.9400 .2658E-01 .4108E-02    0.0000 .9558E-09 .1195E-0
  101         1.61  0.616  0.110  0.5010    4.0114 .0000E+00 .3540E-01    0.9485 .2682E-01 .4137E-02    0.0001 .2920E-08 .2066E-0
  102         0.92  0.917  0.203  0.4613    5.6020 .0000E+00 .3892E-01    0.9636 .2725E-01 .4188E-02    0.0001 .5320E-08 .2759E-0
  103         0.16  0.000  0.170  0.4534    4.7835 .0000E+00 .3711E-01    0.9813 .2775E-01 .4247E-02    0.0001 .7915E-08 .3355E-0
  104         0.08  0.000  0.151  0.4355    4.4786 .0000E+00 .3643E-01    0.9939 .2810E-01 .4289E-02    0.0001 .1159E-07 .4081E-0
  105         0.00  0.000  0.180  0.3996    4.0163 .0000E+00 .3541E-01    1.0034 .2837E-01 .4321E-02    0.0002 .1695E-07 .6349E-0
  106         1.43  0.619  0.166  0.5010    4.6656 .0000E+00 .3685E-01    1.0119 .2861E-01 .4349E-02    0.0002 .2556E-07 .6099E-0



  107         0.03  0.027  0.107  0.4771    5.7589 .0000E+00 .3927E-01    1.0244 .2897E-01 .4391E-02    0.0002 .3287E-07 .6908E-0
  108         0.00  0.000  0.146  0.4464    5.0855 .0000E+00 .3778E-01    1.0383 .2936E-01 .4437E-02    0.0002 .4076E-07 .7686E-0
  109         0.00  0.000  0.176  0.4111    4.4496 .0000E+00 .3637E-01    1.0473 .2961E-01 .4467E-02    0.0003 .5157E-07 .8638E-0
  110         0.00  0.000  0.154  0.3795    3.8644 .0000E+00 .3508E-01    1.0520 .2975E-01 .4482E-02    0.0003 .6555E-07 .9729E-0
  111         0.00  0.000  0.186  0.3429    3.3783 .0000E+00 .3400E-01    1.0531 .2978E-01 .4486E-02    0.0004 .8279E-07 .1092E-0
  112         0.07  0.000  0.190  0.3175    2.8858 .0000E+00 .3291E-01    1.0514 .2973E-01 .4480E-02    0.0004 .1033E-06 .1219E-0
  113         0.00  0.000  0.202  0.2785    2.3796 .0000E+00 .3179E-01    1.0469 .2960E-01 .4465E-02    0.0004 .1273E-06 .1352E-0
  114         0.00  0.000  0.218  0.2372    1.7905 .0000E+00 .3049E-01    1.0397 .2940E-01 .4441E-02    0.0002 .7737E-07 .1107E-0
  115         0.09  0.000  0.126  0.2263    1.2054 .0000E+00 .2920E-01    1.0297 .2911E-01 .4408E-02    0.0005 .1772E-06 .1598E-0
  116         0.00  0.000  0.084  0.2075    0.8771 .0000E+00 .2847E-01    1.0177 .2878E-01 .4369E-02    0.0006 .2107E-06 .2196E-0
  117         0.00  0.000  0.056  0.1935    0.7351 .0000E+00 .2816E-01    1.0052 .2842E-01 .4327E-02    0.0006 .2571E-06 .1918E-0
  118         0.00  0.000  0.053  0.1801    0.5969 .0000E+00 .2785E-01    0.9929 .2808E-01 .4286E-02    0.0007 .2944E-06 .2052E-0
  119         0.00  0.000  0.049  0.1674    0.3984 .0000E+00 .2741E-01    0.9808 .2773E-01 .4246E-02    0.0007 .3325E-06 .2180E-0
  120         0.10  0.000  0.047  0.1729    0.1174 .0000E+00 .2014E-01    0.9617 .2719E-01 .4181E-02    0.0004 .1891E-06 .1736E-0
  121         0.00  0.000  0.041  0.1661    0.0000 .0000E+00 .0000E+00    0.9124 .2580E-01 .4015E-02    0.0008 .4318E-06 .2502E-0
  122         0.39  0.000  0.041  0.2242    0.0000 .0000E+00 .0000E+00    0.8348 .2360E-01 .3749E-02    0.0009 .5369E-06 .2798E-0
  123         1.02  0.072  0.178  0.3524    0.0000 .0000E+00 .0000E+00    0.7636 .2159E-01 .3500E-02    0.0010 .6552E-06 .3871E-0
  124         0.00  0.000  0.184  0.3169    1.0894 .0000E+00 .2894E-01    0.7270 .2056E-01 .3370E-02    0.0011 .7596E-06 .3287E-0
  125         0.82  0.026  0.182  0.4138    1.6399 .0000E+00 .3016E-01    0.7413 .2096E-01 .3421E-02    0.0011 .7387E-06 .3242E-0
  126         0.00  0.000  0.217  0.3722    3.1888 .0000E+00 .3358E-01    0.7597 .2148E-01 .3486E-02    0.0005 .3561E-06 .2389E-0
  127         0.47  0.000  0.167  0.4171    2.9909 .0000E+00 .3314E-01    0.7817 .2210E-01 .3564E-02    0.0010 .6969E-06 .3140E-0
  128         0.45  0.004  0.216  0.4496    3.7890 .0000E+00 .3491E-01    0.8029 .2270E-01 .3638E-02    0.0010 .6723E-06 .3084E-0
  129         0.58  0.070  0.164  0.5010    5.1273 .0000E+00 .3787E-01    0.8282 .2342E-01 .3726E-02    0.0010 .6476E-06 .3026E-0
  130         0.00  0.000  0.201  0.4610    5.5990 .0000E+00 .3891E-01    0.8571 .2424E-01 .3826E-02    0.0010 .6207E-06 .2961E-0
  131         0.12  0.000  0.173  0.4459    4.7531 .0000E+00 .3704E-01    0.8835 .2498E-01 .3917E-02    0.0010 .5978E-06 .2907E-0
  132         0.00  0.000  0.190  0.4082    4.1672 .0000E+00 .3575E-01    0.9034 .2555E-01 .3985E-02    0.0010 .5847E-06 .3601E-0
  133         0.00  0.000  0.206  0.3682    3.6247 .0000E+00 .3455E-01    0.9184 .2597E-01 .4036E-02    0.0009 .5785E-06 .2871E-0
  134         0.60  0.004  0.149  0.4369    3.3378 .0000E+00 .3391E-01    0.9296 .2629E-01 .4073E-02    0.0009 .5839E-06 .2885E-0
  135         0.06  0.000  0.101  0.4242    4.0077 .0000E+00 .3539E-01    0.9403 .2659E-01 .4110E-02    0.0010 .5905E-06 .2901E-0
  136         0.82  0.226  0.095  0.5010    4.8590 .0000E+00 .3728E-01    0.9544 .2699E-01 .4157E-02    0.0010 .5932E-06 .2908E-0
  137         0.11  0.063  0.149  0.4776    5.7794 .0000E+00 .3931E-01    0.9724 .2750E-01 .4218E-02    0.0010 .5917E-06 .2905E-0
  138         0.09  0.000  0.172  0.4576    5.1604 .0000E+00 .3794E-01    0.9908 .2802E-01 .4279E-02    0.0010 .5911E-06 .2903E-0
  139         0.00  0.000  0.210  0.4165    4.5540 .0000E+00 .3660E-01    1.0042 .2839E-01 .4324E-02    0.0010 .5985E-06 .2921E-0
  140         0.18  0.000  0.210  0.4056    3.9074 .0000E+00 .3517E-01    1.0129 .2864E-01 .4353E-02    0.0005 .3064E-06 .2211E-0
  141         0.00  0.000  0.232  0.3613    3.4167 .0000E+00 .3409E-01    1.0175 .2877E-01 .4368E-02    0.0010 .6287E-06 .2992E-0
  142         0.00  0.000  0.247  0.3147    2.8919 .0000E+00 .3293E-01    1.0188 .2881E-01 .4372E-02    0.0010 .6516E-06 .3047E-0
  143         0.00  0.000  0.218  0.2731    2.3127 .0000E+00 .3165E-01    1.0169 .2875E-01 .4366E-02    0.0010 .6786E-06 .3111E-0
  144         1.76  0.314  0.192  0.4770    2.0819 .0000E+00 .3113E-01    1.0125 .2863E-01 .4351E-02    0.0010 .7088E-06 .3985E-0
  145         0.45  0.072  0.196  0.5010    5.5334 .0000E+00 .3877E-01    1.0153 .2871E-01 .4361E-02    0.0011 .7375E-06 .3242E-0
  146         0.00  0.000  0.243  0.4540    5.5296 .0000E+00 .3876E-01    1.0301 .2913E-01 .4410E-02    0.0005 .3698E-06 .2430E-0
  147         0.00  0.000  0.239  0.4082    4.4900 .0000E+00 .3646E-01    1.0414 .2945E-01 .4447E-02    0.0011 .7480E-06 .3261E-0
  148         0.27  0.000  0.207  0.4128    3.8382 .0000E+00 .3502E-01    1.0467 .2960E-01 .4465E-02    0.0011 .7626E-06 .3295E-0
  149         0.11  0.000  0.170  0.3971    3.4342 .0000E+00 .3412E-01    1.0483 .2964E-01 .4470E-02    0.0011 .7839E-06 .4185E-0
  150         0.06  0.000  0.170  0.3733    3.1417 .0000E+00 .3348E-01    1.0477 .2962E-01 .4468E-02    0.0011 .8154E-06 .3409E-0
  151         0.00  0.000  0.185  0.3369    2.8477 .0000E+00 .3283E-01    1.0455 .2956E-01 .4460E-02    0.0011 .8433E-06 .3466E-0
  152         0.00  0.000  0.229  0.2933    2.5389 .0000E+00 .3215E-01    1.0417 .2945E-01 .4448E-02    0.0012 .8727E-06 .3526E-0
  153         0.00  0.000  0.223  0.2509    2.0414 .0000E+00 .3105E-01    1.0360 .2929E-01 .4429E-02    0.0012 .9039E-06 .3588E-0
  154         0.00  0.000  0.219  0.2096    1.3982 .0000E+00 .2962E-01    1.0276 .2906E-01 .4401E-02    0.0006 .4667E-06 .2738E-0
  155         0.06  0.000  0.191  0.1830    0.7524 .0000E+00 .2820E-01    1.0162 .2873E-01 .4364E-02    0.0012 .9641E-06 .3710E-0
  156         0.00  0.000  0.102  0.1617    0.2822 .0000E+00 .2556E-01    1.0008 .2830E-01 .4313E-02    0.0012 .1004E-05 .3787E-0
  157         0.00  0.000  0.093  0.1463    0.0000 .0000E+00 .0000E+00    0.9571 .2706E-01 .4166E-02    0.0013 .1076E-05 .3931E-0
  158         0.00  0.000  0.067  0.1351    0.0000 .0000E+00 .0000E+00    0.8758 .2476E-01 .3890E-02    0.0014 .1208E-05 .4177E-0
  159         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.8012 .2265E-01 .3632E-02    0.0014 .1353E-05 .4416E-0
  160         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7328 .2072E-01 .3390E-02    0.0015 .1480E-05 .4614E-0
  161         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6700 .1894E-01 .3165E-02    0.0016 .1588E-05 .4776E-0
  162         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6125 .1732E-01 .2953E-02    0.0016 .1678E-05 .4905E-0
  163         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5597 .1583E-01 .2756E-02    0.0016 .1750E-05 .6253E-0
  164         0.13  0.000  0.031  0.1515    0.0000 .0000E+00 .0000E+00    0.5113 .1446E-01 .2571E-02    0.0017 .1833E-05 .5098E-0
  165         0.00  0.000  0.026  0.1471    0.0000 .0000E+00 .0000E+00    0.4670 .1321E-01 .2399E-02    0.0017 .1868E-05 .5146E-0
  166         0.00  0.000  0.045  0.1396    0.0000 .0000E+00 .0000E+00    0.4264 .1206E-01 .2237E-02    0.0017 .1889E-05 .5174E-0
  167         0.00  0.000  0.018  0.1366    0.0000 .0000E+00 .0000E+00    0.3892 .1101E-01 .2086E-02    0.0017 .1898E-05 .5187E-0
  168         0.42  0.000  0.036  0.2005    0.0000 .0000E+00 .0000E+00    0.3552 .1004E-01 .1945E-02    0.0017 .1897E-05 .5185E-0
  169         0.00  0.000  0.054  0.1914    0.0000 .0000E+00 .0000E+00    0.3240 .9161E-02 .1813E-02    0.0017 .1887E-05 .5171E-0
  170         0.26  0.000  0.057  0.2253    0.0000 .0000E+00 .0000E+00    0.2954 .8354E-02 .1689E-02    0.0017 .1869E-05 .5146E-0
  171         1.14  0.115  0.062  0.3847    0.0211 .0000E+00 .6680E-02    0.2760 .7803E-02 .1604E-02    0.0017 .1824E-05 .5084E-0
  172         0.11  0.000  0.201  0.3642    2.4644 .0000E+00 .3198E-01    0.2940 .8313E-02 .1683E-02    0.0016 .1670E-05 .4865E-0
  173         0.12  0.000  0.219  0.3424    2.5487 .0000E+00 .3217E-01    0.3514 .9935E-02 .1929E-02    0.0015 .1429E-05 .4501E-0
  174         0.00  0.000  0.274  0.2914    2.2672 .0000E+00 .3154E-01    0.4036 .1141E-01 .2145E-02    0.0007 .6191E-06 .3152E-0
  175         0.00  0.000  0.244  0.2457    1.8541 .0000E+00 .3063E-01    0.4495 .1271E-01 .2329E-02    0.0013 .1139E-05 .3996E-0
  176         0.72  0.002  0.193  0.3282    1.4927 .0000E+00 .2983E-01    0.4892 .1383E-01 .2486E-02    0.0013 .1013E-05 .3773E-0
  177         0.00  0.000  0.223  0.2862    1.1547 .0000E+00 .2908E-01    0.5237 .1481E-01 .2619E-02    0.0012 .9150E-06 .3588E-0
  178         0.00  0.000  0.222  0.2445    0.9045 .0000E+00 .2853E-01    0.5535 .1565E-01 .2732E-02    0.0011 .8361E-06 .4283E-0
  179         0.00  0.000  0.269  0.1949    0.7383 .0000E+00 .2816E-01    0.5795 .1639E-01 .2831E-02    0.0011 .7570E-06 .3280E-0
  180         0.00  0.000  0.312  0.1406    0.2439 .0000E+00 .1380E-01    0.5885 .1664E-01 .2865E-02    0.0011 .7341E-06 .3230E-0
  181         0.04  0.000  0.056  0.1380    0.0000 .0000E+00 .0000E+00    0.5600 .1583E-01 .2757E-02    0.0011 .7755E-06 .3320E-0
  182         0.00  0.000  0.011  0.1362    0.0000 .0000E+00 .0000E+00    0.5116 .1446E-01 .2572E-02    0.0011 .8506E-06 .3476E-0
  183         0.00  0.000  0.005  0.1353    0.0000 .0000E+00 .0000E+00    0.4672 .1321E-01 .2399E-02    0.0012 .9167E-06 .3608E-0
  184         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.4266 .1206E-01 .2238E-02    0.0012 .9737E-06 .3718E-0
  185         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3894 .1101E-01 .2087E-02    0.0013 .1022E-05 .3808E-0
  186         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3553 .1005E-01 .1945E-02    0.0006 .5355E-06 .2917E-0
  187         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3241 .9165E-02 .1813E-02    0.0013 .1076E-05 .3923E-0
  188         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2956 .8358E-02 .1690E-02    0.0013 .1102E-05 .3969E-0
  189         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2694 .7619E-02 .1574E-02    0.0013 .1121E-05 .4001E-0
  190         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2455 .6943E-02 .1467E-02    0.0013 .1133E-05 .4022E-0
  191         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2237 .6324E-02 .1366E-02    0.0013 .1140E-05 .4033E-0
  192         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2037 .5759E-02 .1271E-02    0.0013 .1141E-05 .4035E-0
  193         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1854 .5242E-02 .1183E-02    0.0013 .1138E-05 .4029E-0
  194         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1687 .4770E-02 .1101E-02    0.0013 .1131E-05 .4015E-0
  195         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1534 .4338E-02 .1024E-02    0.0013 .1121E-05 .3996E-0
  196         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1395 .3944E-02 .9526E-03    0.0013 .1108E-05 .4954E-0
  197         0.22  0.000  0.047  0.1639    0.0000 .0000E+00 .0000E+00    0.1268 .3584E-02 .8856E-03    0.0013 .1092E-05 .3935E-0
  198         0.00  0.000  0.052  0.1553    0.0000 .0000E+00 .0000E+00    0.1152 .3256E-02 .8231E-03    0.0013 .1073E-05 .3901E-0
  199         0.00  0.000  0.078  0.1422    0.0000 .0000E+00 .0000E+00    0.1046 .2956E-02 .7647E-03    0.0013 .1053E-05 .3864E-0
  200         0.00  0.000  0.038  0.1359    0.0000 .0000E+00 .0000E+00    0.0949 .2683E-02 .7102E-03    0.0013 .1031E-05 .3824E-0
  201         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0861 .2434E-02 .6594E-03    0.0013 .1009E-05 .3782E-0
  202         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0780 .2207E-02 .6120E-03    0.0012 .9853E-06 .3738E-0



  203         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0707 .2000E-02 .5678E-03    0.0006 .4865E-06 .2777E-0
  204         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0641 .1811E-02 .5266E-03    0.0012 .9403E-06 .3656E-0
  205         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0580 .1640E-02 .4881E-03    0.0012 .9160E-06 .3609E-0
  206         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0525 .1484E-02 .4523E-03    0.0012 .8916E-06 .3560E-0
  207         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0474 .1341E-02 .4190E-03    0.0012 .8673E-06 .3511E-0
  208         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0429 .1212E-02 .3879E-03    0.0011 .8431E-06 .3462E-0
  209         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0387 .1095E-02 .3590E-03    0.0011 .8145E-06 .4255E-0
  210         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0350 .9883E-03 .3321E-03    0.0011 .7912E-06 .3350E-0
  211         0.02  0.000  0.016  0.1357    0.0000 .0000E+00 .0000E+00    0.0315 .8915E-03 .3070E-03    0.0011 .7678E-06 .3300E-0
  212         0.00  0.000  0.002  0.1353    0.0000 .0000E+00 .0000E+00    0.0284 .8036E-03 .2837E-03    0.0011 .7449E-06 .3250E-0
  213         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0256 .7239E-03 .2621E-03    0.0011 .7225E-06 .3201E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0230 .6517E-03 .2419E-03    0.0010 .7006E-06 .3152E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0207 .5862E-03 .2232E-03    0.0010 .6792E-06 .3104E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0186 .5269E-03 .2058E-03    0.0005 .3327E-06 .2298E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0167 .4732E-03 .1897E-03    0.0010 .6422E-06 .3020E-0
  218         0.46  0.000  0.060  0.2017    0.0000 .0000E+00 .0000E+00    0.0150 .4247E-03 .1747E-03    0.0010 .6224E-06 .2973E-0
  219         0.00  0.000  0.086  0.1874    0.0000 .0000E+00 .0000E+00    0.0135 .3808E-03 .1608E-03    0.0010 .6032E-06 .2927E-0
  220         0.00  0.000  0.103  0.1701    0.0000 .0000E+00 .0000E+00    0.0121 .3412E-03 .1479E-03    0.0010 .5846E-06 .2882E-0
  221         0.00  0.000  0.115  0.1509    0.0000 .0000E+00 .0000E+00    0.0108 .3054E-03 .1359E-03    0.0009 .5666E-06 .3538E-0
  222         0.00  0.000  0.086  0.1367    0.0000 .0000E+00 .0000E+00    0.0097 .2731E-03 .1249E-03    0.0009 .5454E-06 .2782E-0
  223         0.00  0.000  0.008  0.1353    0.0000 .0000E+00 .0000E+00    0.0086 .2440E-03 .1146E-03    0.0009 .5285E-06 .2738E-0
  224         0.00  0.000  0.002  0.1350    0.0000 .0000E+00 .0000E+00    0.0077 .2178E-03 .1051E-03    0.0009 .5122E-06 .2696E-0
  225         0.02  0.000  0.016  0.1357    0.0000 .0000E+00 .0000E+00    0.0069 .1942E-03 .9635E-04    0.0009 .4965E-06 .2654E-0
  226         0.27  0.000  0.060  0.1706    0.0000 .0000E+00 .0000E+00    0.0061 .1729E-03 .8824E-04    0.0009 .4812E-06 .2613E-0
  227         0.00  0.000  0.081  0.1571    0.0000 .0000E+00 .0000E+00    0.0054 .1539E-03 .8073E-04    0.0009 .4665E-06 .2573E-0
  228         0.00  0.000  0.099  0.1407    0.0000 .0000E+00 .0000E+00    0.0048 .1367E-03 .7381E-04    0.0008 .4523E-06 .2533E-0
  229         0.00  0.000  0.028  0.1359    0.0000 .0000E+00 .0000E+00    0.0043 .1214E-03 .6741E-04    0.0008 .4386E-06 .2495E-0
  230         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0038 .1076E-03 .6151E-04    0.0004 .2146E-06 .1847E-0
  231         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0034 .9525E-04 .5607E-04    0.0008 .4155E-06 .2429E-0
  232         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0030 .8422E-04 .5107E-04    0.0008 .4031E-06 .2392E-0
  233         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0026 .7436E-04 .4645E-04    0.0008 .3911E-06 .2357E-0
  234         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0023 .6555E-04 .4221E-04    0.0008 .3795E-06 .2321E-0
  235         0.03  0.000  0.018  0.1369    0.0000 .0000E+00 .0000E+00    0.0020 .5770E-04 .3831E-04    0.0008 .3669E-06 .2853E-0
  236         0.00  0.000  0.006  0.1359    0.0000 .0000E+00 .0000E+00    0.0018 .5071E-04 .3473E-04    0.0004 .1790E-06 .1687E-0
  237         0.00  0.000  0.004  0.1353    0.0000 .0000E+00 .0000E+00    0.0016 .4450E-04 .3145E-04    0.0007 .3472E-06 .2221E-0
  238         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0014 .3897E-04 .2844E-04    0.0007 .3372E-06 .2188E-0
  239         0.60  0.000  0.077  0.2222    0.0000 .0000E+00 .0000E+00    0.0012 .3407E-04 .2568E-04    0.0007 .3276E-06 .2157E-0
  240         0.04  0.000  0.115  0.2097    0.0000 .0000E+00 .0000E+00    0.0011 .2973E-04 .2315E-04    0.0007 .3183E-06 .2126E-0
  241         1.97  0.440  0.092  0.4482    0.0628 .0000E+00 .6772E-02    0.0076 .2154E-03 .9921E-04    0.0007 .2952E-06 .2038E-0
  242         0.08  0.000  0.180  0.4256    4.2697 .0000E+00 .3597E-01    0.0533 .1507E-02 .4469E-03    0.0006 .2228E-06 .1731E-0
  243         0.48  0.008  0.238  0.4587    4.2545 .0000E+00 .3594E-01    0.1416 .4003E-02 .9611E-03    0.0005 .1226E-06 .1523E-0
  244         0.00  0.000  0.263  0.4087    4.5300 .0000E+00 .3655E-01    0.2227 .6297E-02 .1360E-02    0.0002 .3638E-07 .7200E-0
  245         0.00  0.000  0.242  0.3626    3.7866 .0000E+00 .3490E-01    0.2962 .8375E-02 .1692E-02    0.0001 .1134E-07 .4028E-0
  246         0.00  0.000  0.223  0.3199    3.0942 .0000E+00 .3337E-01    0.3593 .1016E-01 .1962E-02    0.0001 .1699E-08 .1570E-0
  247         1.97  0.605  0.245  0.5010    3.1989 .0000E+00 .3360E-01    0.4148 .1173E-01 .2190E-02    0.0000 .0000E+00 .0000E+0
  248         0.61  0.361  0.209  0.5010    6.0000 .0000E+00 .3980E-01    0.4722 .1335E-01 .2419E-02    0.0000 .0000E+00 .0000E+0
  249         1.59  1.575  0.199  0.4638    5.6274 .0000E+00 .3897E-01    0.5339 .1510E-01 .2658E-02    0.0000 .0000E+00 .0000E+0
  250         0.00  0.000  0.178  0.4279    4.7627 .0000E+00 .3706E-01    0.5872 .1660E-01 .2860E-02    0.0000 .0000E+00 .0000E+0
  251         0.00  0.000  0.203  0.3882    4.0762 .0000E+00 .3554E-01    0.6315 .1786E-01 .3024E-02    0.0000 .0000E+00 .0000E+0
  252         0.00  0.000  0.200  0.3491    3.5174 .0000E+00 .3431E-01    0.6685 .1890E-01 .3159E-02    0.0000 .0000E+00 .0000E+0
  253         0.04  0.000  0.126  0.3293    3.0025 .0000E+00 .3317E-01    0.6992 .1977E-01 .3270E-02    0.0000 .0000E+00 .0000E+0
  254         0.00  0.000  0.186  0.2929    2.6134 .0000E+00 .3231E-01    0.7247 .2049E-01 .3362E-02    0.0000 .0000E+00 .0000E+0
  255         0.07  0.000  0.181  0.2692    2.0473 .0000E+00 .3106E-01    0.7455 .2108E-01 .3436E-02    0.0000 .0000E+00 .0000E+0
  256         0.00  0.000  0.201  0.2307    1.6113 .0000E+00 .3009E-01    0.7616 .2153E-01 .3493E-02    0.0000 .0000E+00 .0000E+0
  257         0.00  0.000  0.215  0.1901    0.9833 .0000E+00 .2871E-01    0.7734 .2187E-01 .3534E-02    0.0000 .0000E+00 .0000E+0
  258         0.00  0.000  0.135  0.1630    0.5318 .0000E+00 .2771E-01    0.7810 .2208E-01 .3561E-02    0.0000 .0000E+00 .0000E+0
  259         0.00  0.000  0.101  0.1462    0.0218 .0000E+00 .0000E+00    0.7588 .2146E-01 .3483E-02    0.0000 .0000E+00 .0000E+0
  260         0.00  0.000  0.067  0.1350    0.0000 .0000E+00 .0000E+00    0.6939 .1962E-01 .3251E-02    0.0000 .0000E+00 .0000E+0
  261         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6344 .1794E-01 .3034E-02    0.0000 .0000E+00 .0000E+0
  262         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5798 .1639E-01 .2832E-02    0.0001 .2112E-08 .1763E-0
  263         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5298 .1498E-01 .2642E-02    0.0001 .1210E-07 .4176E-0
  264         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4839 .1368E-01 .2465E-02    0.0002 .2844E-07 .6384E-0
  265         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4419 .1249E-01 .2299E-02    0.0003 .4936E-07 .8399E-0
  266         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4034 .1141E-01 .2144E-02    0.0002 .3625E-07 .7651E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3681 .1041E-01 .1999E-02    0.0004 .8984E-07 .1149E-0
  268         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3359 .9496E-02 .1863E-02    0.0004 .1163E-06 .1303E-0
  269         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.3063 .8661E-02 .1737E-02    0.0005 .1430E-06 .1442E-0
  270         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2793 .7896E-02 .1618E-02    0.0005 .1695E-06 .1567E-0
  271         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2545 .7197E-02 .1507E-02    0.0005 .1950E-06 .1679E-0
  272         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2319 .6557E-02 .1404E-02    0.0006 .2194E-06 .2228E-0
  273         0.18  0.000  0.032  0.1597    0.0000 .0000E+00 .0000E+00    0.2112 .5971E-02 .1307E-02    0.0006 .2509E-06 .1888E-0
  274         0.30  0.000  0.031  0.2046    0.0000 .0000E+00 .0000E+00    0.1923 .5436E-02 .1217E-02    0.0006 .2714E-06 .1964E-0
  275         0.61  0.001  0.042  0.2990    0.0000 .0000E+00 .0000E+00    0.1750 .4947E-02 .1132E-02    0.0003 .1451E-06 .1525E-0
  276         0.25  0.000  0.084  0.3232    0.3306 .0000E+00 .2063E-01    0.1796 .5080E-02 .1155E-02    0.0007 .2820E-06 .1999E-0
  277         0.00  0.000  0.094  0.3030    0.4850 .0000E+00 .2760E-01    0.2240 .6334E-02 .1367E-02    0.0006 .2399E-06 .1819E-0
  278         0.00  0.000  0.106  0.2807    0.5827 .0000E+00 .2782E-01    0.2760 .7803E-02 .1603E-02    0.0005 .1831E-06 .1582E-0
  279         0.00  0.000  0.097  0.2599    0.5620 .0000E+00 .2777E-01    0.3238 .9156E-02 .1812E-02    0.0005 .1374E-06 .1702E-0
  280         0.00  0.000  0.095  0.2395    0.4261 .0000E+00 .2747E-01    0.3672 .1038E-01 .1995E-02    0.0004 .9319E-07 .1152E-0
  281         0.00  0.000  0.077  0.2220    0.2870 .0000E+00 .2717E-01    0.4062 .1149E-01 .2155E-02    0.0003 .7207E-07 .1014E-0
  282         0.00  0.000  0.083  0.2037    0.1506 .0000E+00 .2686E-01    0.4411 .1247E-01 .2296E-02    0.0003 .5690E-07 .9016E-0
  283         0.00  0.000  0.076  0.1889    0.0245 .0000E+00 .1306E-01    0.4589 .1297E-01 .2366E-02    0.0001 .2556E-07 .6443E-0
  284         0.00  0.000  0.066  0.1778    0.0000 .0000E+00 .0000E+00    0.4399 .1244E-01 .2291E-02    0.0003 .6122E-07 .9439E-0
  285         0.00  0.000  0.056  0.1684    0.0000 .0000E+00 .0000E+00    0.4016 .1136E-01 .2137E-02    0.0004 .8310E-07 .1107E-0
  286         0.00  0.000  0.050  0.1601    0.0000 .0000E+00 .0000E+00    0.3665 .1036E-01 .1992E-02    0.0004 .1109E-06 .1274E-0
  287         0.00  0.000  0.045  0.1526    0.0000 .0000E+00 .0000E+00    0.3344 .9454E-02 .1857E-02    0.0005 .1395E-06 .1426E-0
  288         0.00  0.000  0.042  0.1457    0.0000 .0000E+00 .0000E+00    0.3049 .8622E-02 .1731E-02    0.0005 .1681E-06 .1562E-0
  289         0.00  0.000  0.038  0.1394    0.0000 .0000E+00 .0000E+00    0.2780 .7861E-02 .1613E-02    0.0005 .1959E-06 .1684E-0
  290         0.00  0.000  0.026  0.1350    0.0000 .0000E+00 .0000E+00    0.2534 .7164E-02 .1502E-02    0.0006 .2223E-06 .2246E-0
  291         0.14  0.000  0.032  0.1530    0.0000 .0000E+00 .0000E+00    0.2308 .6527E-02 .1399E-02    0.0006 .2572E-06 .1912E-0
  292         0.00  0.000  0.013  0.1509    0.0000 .0000E+00 .0000E+00    0.2102 .5944E-02 .1303E-02    0.0007 .2800E-06 .1994E-0
  293         0.00  0.000  0.020  0.1475    0.0000 .0000E+00 .0000E+00    0.1914 .5412E-02 .1212E-02    0.0003 .1504E-06 .1552E-0
  294         0.12  0.000  0.037  0.1613    0.0000 .0000E+00 .0000E+00    0.1742 .4925E-02 .1128E-02    0.0007 .3117E-06 .2115E-0
  295         0.59  0.000  0.040  0.2530    0.0000 .0000E+00 .0000E+00    0.1584 .4480E-02 .1050E-02    0.0007 .3290E-06 .2171E-0
  296         0.00  0.000  0.049  0.2447    0.0000 .0000E+00 .0000E+00    0.1441 .4073E-02 .9763E-03    0.0007 .3442E-06 .2220E-0
  297         0.00  0.000  0.058  0.2351    0.0000 .0000E+00 .0000E+00    0.1309 .3702E-02 .9077E-03    0.0007 .3574E-06 .2261E-0
  298         0.00  0.000  0.061  0.2249    0.0000 .0000E+00 .0000E+00    0.1190 .3364E-02 .8437E-03    0.0008 .3686E-06 .2296E-0



  299         0.00  0.000  0.065  0.2140    0.0000 .0000E+00 .0000E+00    0.1080 .3054E-02 .7840E-03    0.0008 .3780E-06 .2324E-0
  300         0.00  0.000  0.060  0.2040    0.0000 .0000E+00 .0000E+00    0.0981 .2773E-02 .7282E-03    0.0008 .3857E-06 .2932E-0
  301         0.00  0.000  0.063  0.1934    0.0000 .0000E+00 .0000E+00    0.0890 .2515E-02 .6762E-03    0.0008 .3953E-06 .2369E-0
  302         0.00  0.000  0.054  0.1844    0.0000 .0000E+00 .0000E+00    0.0807 .2281E-02 .6276E-03    0.0004 .1997E-06 .1789E-0
  303         0.00  0.000  0.047  0.1765    0.0000 .0000E+00 .0000E+00    0.0731 .2067E-02 .5824E-03    0.0008 .3995E-06 .2387E-0
  304         0.00  0.000  0.043  0.1694    0.0000 .0000E+00 .0000E+00    0.0662 .1873E-02 .5402E-03    0.0008 .4013E-06 .2392E-0
  305         0.00  0.000  0.039  0.1628    0.0000 .0000E+00 .0000E+00    0.0600 .1696E-02 .5008E-03    0.0008 .4021E-06 .2394E-0
  306         0.00  0.000  0.037  0.1567    0.0000 .0000E+00 .0000E+00    0.0543 .1535E-02 .4641E-03    0.0008 .4001E-06 .2987E-0
  307         0.48  0.000  0.047  0.2289    0.0000 .0000E+00 .0000E+00    0.0491 .1388E-02 .4300E-03    0.0008 .4016E-06 .2387E-0
  308         0.00  0.000  0.033  0.2235    0.0000 .0000E+00 .0000E+00    0.0444 .1255E-02 .3982E-03    0.0008 .3992E-06 .2380E-0
  309         0.00  0.000  0.031  0.2184    0.0000 .0000E+00 .0000E+00    0.0401 .1133E-02 .3685E-03    0.0004 .1997E-06 .1782E-0
  310         0.32  0.000  0.042  0.2647    0.0000 .0000E+00 .0000E+00    0.0362 .1023E-02 .3409E-03    0.0008 .3921E-06 .2363E-0
  311         0.00  0.000  0.065  0.2538    0.0000 .0000E+00 .0000E+00    0.0326 .9231E-03 .3153E-03    0.0008 .3880E-06 .2350E-0
  312         0.01  0.000  0.066  0.2445    0.0000 .0000E+00 .0000E+00    0.0294 .8323E-03 .2914E-03    0.0008 .3819E-06 .2916E-0
  313         0.00  0.000  0.044  0.2372    0.0000 .0000E+00 .0000E+00    0.0265 .7500E-03 .2692E-03    0.0008 .3781E-06 .2317E-0
  314         0.00  0.000  0.057  0.2277    0.0000 .0000E+00 .0000E+00    0.0239 .6753E-03 .2485E-03    0.0008 .3726E-06 .2300E-0
  315         0.00  0.000  0.062  0.2173    0.0000 .0000E+00 .0000E+00    0.0215 .6076E-03 .2294E-03    0.0008 .3668E-06 .2282E-0
  316         0.00  0.000  0.054  0.2083    0.0000 .0000E+00 .0000E+00    0.0193 .5462E-03 .2115E-03    0.0007 .3608E-06 .2263E-0
  317         0.00  0.000  0.045  0.2009    0.0000 .0000E+00 .0000E+00    0.0174 .4907E-03 .1950E-03    0.0007 .3546E-06 .2243E-0
  318         0.00  0.000  0.051  0.1924    0.0000 .0000E+00 .0000E+00    0.0156 .4405E-03 .1796E-03    0.0004 .1741E-06 .1671E-0
  319         0.00  0.000  0.047  0.1845    0.0000 .0000E+00 .0000E+00    0.0140 .3951E-03 .1654E-03    0.0007 .3427E-06 .2207E-0
  320         0.00  0.000  0.043  0.1774    0.0000 .0000E+00 .0000E+00    0.0125 .3541E-03 .1521E-03    0.0007 .3362E-06 .2186E-0
  321         0.00  0.000  0.039  0.1708    0.0000 .0000E+00 .0000E+00    0.0112 .3171E-03 .1399E-03    0.0007 .3284E-06 .2701E-0
  322         0.00  0.000  0.037  0.1647    0.0000 .0000E+00 .0000E+00    0.0100 .2836E-03 .1285E-03    0.0007 .3218E-06 .2137E-0
  323         0.00  0.000  0.034  0.1589    0.0000 .0000E+00 .0000E+00    0.0090 .2535E-03 .1180E-03    0.0007 .3152E-06 .2115E-0
  324         0.00  0.000  0.033  0.1535    0.0000 .0000E+00 .0000E+00    0.0080 .2263E-03 .1083E-03    0.0007 .3085E-06 .2093E-0
  325         0.00  0.000  0.031  0.1484    0.0000 .0000E+00 .0000E+00    0.0071 .2019E-03 .9924E-04    0.0007 .3019E-06 .2070E-0
  326         0.00  0.000  0.030  0.1434    0.0000 .0000E+00 .0000E+00    0.0064 .1799E-03 .9091E-04    0.0007 .2954E-06 .2048E-0
  327         0.00  0.000  0.028  0.1387    0.0000 .0000E+00 .0000E+00    0.0057 .1601E-03 .8320E-04    0.0007 .2889E-06 .2025E-0
  328  *      0.10  0.000  0.038  0.1420    0.0000 .0000E+00 .0000E+00    0.0050 .1423E-03 .7608E-04    0.0003 .1423E-06 .1505E-0
  329         0.00  0.000  0.063  0.1385    0.0000 .0000E+00 .0000E+00    0.0045 .1264E-03 .6951E-04    0.0007 .2775E-06 .1986E-0
  330         0.14  0.000  0.024  0.1578    0.0000 .0000E+00 .0000E+00    0.0040 .1121E-03 .6345E-04    0.0006 .2703E-06 .2450E-0
  331         0.00  0.000  0.011  0.1560    0.0000 .0000E+00 .0000E+00    0.0035 .9926E-04 .5786E-04    0.0006 .2638E-06 .1935E-0
  332         0.20  0.000  0.027  0.1849    0.0000 .0000E+00 .0000E+00    0.0031 .8781E-04 .5271E-04    0.0006 .2578E-06 .1913E-0
  333         0.20  0.000  0.030  0.2133    0.0000 .0000E+00 .0000E+00    0.0027 .7756E-04 .4797E-04    0.0006 .2519E-06 .1891E-0
  334         0.00  0.000  0.021  0.2098    0.0000 .0000E+00 .0000E+00    0.0024 .6841E-04 .4360E-04    0.0006 .2461E-06 .1869E-0
  335         0.00  0.000  0.022  0.2061    0.0000 .0000E+00 .0000E+00    0.0021 .6025E-04 .3959E-04    0.0006 .2404E-06 .1848E-0
  336         0.00  0.000  0.020  0.2027    0.0000 .0000E+00 .0000E+00    0.0019 .5298E-04 .3591E-04    0.0003 .1183E-06 .1372E-0
  337         0.00  0.000  0.020  0.1994    0.0000 .0000E+00 .0000E+00    0.0016 .4651E-04 .3252E-04    0.0006 .2307E-06 .1810E-0
  338         0.00  0.000  0.019  0.1962    0.0000 .0000E+00 .0000E+00    0.0014 .4076E-04 .2942E-04    0.0006 .2247E-06 .2233E-0
  339         0.00  0.000  0.019  0.1931    0.0000 .0000E+00 .0000E+00    0.0013 .3566E-04 .2658E-04    0.0003 .1102E-06 .1325E-0
  340         0.32  0.000  0.028  0.2417    0.0000 .0000E+00 .0000E+00    0.0011 .3114E-04 .2398E-04    0.0006 .2152E-06 .1748E-0
  341         0.00  0.000  0.040  0.2350    0.0000 .0000E+00 .0000E+00    0.0010 .2713E-04 .2161E-04    0.0006 .2095E-06 .2157E-0
  342  *      1.00  0.000  0.031  0.2383    0.0000 .0000E+00 .0000E+00    0.0008 .2359E-04 .1953E-04    0.0006 .2043E-06 .1703E-0
  343  *      0.07  0.000  0.024  0.2416    0.0000 .0000E+00 .0000E+00    0.0007 .2047E-04 .1742E-04    0.0006 .1996E-06 .1684E-0
  344  *      1.06  0.000  0.021  0.2448    0.0000 .0000E+00 .0000E+00    0.0006 .1772E-04 .1562E-04    0.0003 .9814E-07 .1250E-0
  345  *      0.25  0.000  0.027  0.2481    0.0000 .0000E+00 .0000E+00    0.0005 .1531E-04 .1397E-04    0.0005 .1917E-06 .1650E-0
  346  *      0.00  0.000  0.022  0.2514    0.0000 .0000E+00 .0000E+00    0.0005 .1319E-04 .1248E-04    0.0005 .1873E-06 .1631E-0
  347  *      0.00  0.000  0.023  0.2547    0.0000 .0000E+00 .0000E+00    0.0004 .1133E-04 .1112E-04    0.0005 .1831E-06 .1613E-0
  348  *      0.00  0.000  0.029  0.2580    0.0000 .0000E+00 .0000E+00    0.0003 .9707E-05 .9887E-05    0.0005 .1790E-06 .1594E-0
  349  *      0.00  0.000  0.025  0.2612    0.0000 .0000E+00 .0000E+00    0.0003 .8291E-05 .8772E-05    0.0005 .1750E-06 .1968E-0
  350  *      0.76  0.000  0.000  0.2645    0.0000 .0000E+00 .0000E+00    0.0002 .7060E-05 .7764E-05    0.0005 .1702E-06 .1555E-0
  351         0.00  0.000  0.039  0.2678    0.0000 .0000E+00 .0000E+00    0.0002 .5991E-05 .6854E-05    0.0005 .1664E-06 .1537E-0
  352  *      0.00  0.000  0.030  0.2711    0.0000 .0000E+00 .0000E+00    0.0002 .5066E-05 .6034E-05    0.0003 .8136E-07 .1142E-0
  353  *      0.10  0.000  0.023  0.2744    0.0000 .0000E+00 .0000E+00    0.0002 .4267E-05 .5297E-05    0.0005 .1600E-06 .1882E-0
  354  *      1.14  0.000  0.000  0.2776    0.0000 .0000E+00 .0000E+00    0.0001 .3579E-05 .4636E-05    0.0005 .1557E-06 .1487E-0
  355  *      0.62  0.000  0.000  0.2809    0.0000 .0000E+00 .0000E+00    0.0001 .2990E-05 .4044E-05    0.0005 .1523E-06 .1471E-0
  356         0.54  0.000  0.000  0.3304    0.1470 .0000E+00 .1359E-01    0.0135 .3829E-03 .1492E-03    0.0004 .1210E-06 .1311E-0
  357         0.03  0.000  0.000  0.3720    1.2543 .0000E+00 .2931E-01    0.0630 .1780E-02 .5145E-03    0.0003 .6175E-07 .9369E-0
  358         0.51  0.041  0.000  0.4870    3.4231 .0000E+00 .3410E-01    0.1379 .3898E-02 .9419E-03    0.0002 .1823E-07 .5096E-0
  359  *      0.00  0.000  0.031  0.4893    5.6567 .0000E+00 .3904E-01    0.2188 .6187E-02 .1342E-02    0.0000 .9835E-09 .1191E-0
  360  *      0.09  0.000  0.029  0.4861    5.6697 .0000E+00 .3907E-01    0.3008 .8505E-02 .1712E-02    0.0000 .0000E+00 .0000E+0
  361  *      0.35  0.000  0.023  0.4829    5.5664 .0000E+00 .3884E-01    0.3756 .1062E-01 .2030E-02    0.0000 .0000E+00 .0000E+0
  362  *  *   0.00  0.000  0.020  0.4777    2.0686 .0000E+00 .3111E-01    0.4361 .1233E-01 .2276E-02    0.0000 .0000E+00 .0000E+0
  363  *  *   0.00  0.000  0.028  0.4730    0.8076 .0000E+00 .2832E-01    0.4762 .1347E-01 .2435E-02    0.0000 .0000E+00 .0000E+0
  364     *   0.00  0.012  0.039  0.4691    0.6776 .0000E+00 .2803E-01    0.5083 .1437E-01 .2559E-02    0.0000 .0000E+00 .0000E+0
  365     *   0.00  0.198  0.006  0.4768    0.5489 .0000E+00 .2775E-01    0.5369 .1518E-01 .2669E-02    0.0000 .0000E+00 .0000E+0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    2
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.99    5.11    5.68    6.23    8.36    3.00
                                  0.24    3.95    4.47    2.01    1.45    6.84
 
 RUNOFF                           0.000   3.900   4.953   2.198   0.850   0.117
                                  0.000   0.448   2.541   0.001   0.000   0.251
 
 EVAPOTRANSPIRATION               1.024   0.673   1.387   4.139   5.547   3.667
                                  0.256   1.483   3.216   1.752   1.208   0.639
 
 PERCOLATION/LEAKAGE THROUGH      0.7015  0.0000  0.5115  1.0049  0.9797  0.4090
   LAYER  2                       0.0000  0.0787  0.5072  0.1984  0.0000  0.3091
 
 LATERAL DRAINAGE COLLECTED       0.8375  0.1275  0.1915  0.8238  0.8160  0.5137
   FROM LAYER  3                  0.1536  0.0123  0.4293  0.2063  0.0164  0.0872
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000



   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1285  0.0284  0.0353  0.1263  0.1263  0.0866
   LAYER  4                       0.0333  0.0044  0.0756  0.0430  0.0059  0.0170
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1358  0.1310  0.0643  0.0224  0.0957  0.1296
   LAYER  7                       0.1163  0.0781  0.0154  0.0553  0.0658  0.0375
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.394   0.000   2.141   3.250   3.455   0.690
   TOP OF LAYER  2                0.000   0.277   1.647   0.092   0.000   0.833
 
 STD. DEVIATION OF DAILY          1.332   0.000   2.466   1.622   1.639   0.930
   HEAD ON TOP OF LAYER  2        0.000   1.064   2.005   0.185   0.000   1.757
 
 AVERAGE DAILY HEAD ON            0.955   0.161   0.218   0.971   0.931   0.606
   TOP OF LAYER  4                0.175   0.014   0.506   0.235   0.019   0.099
 
 STD. DEVIATION OF DAILY          0.197   0.119   0.281   0.070   0.105   0.252
   HEAD ON TOP OF LAYER  4        0.141   0.026   0.191   0.121   0.017   0.179
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.001   0.000   0.001   0.001
   TOP OF LAYER  7                0.001   0.001   0.000   0.001   0.001   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    2
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           49.33         447669.719    100.00
 
   RUNOFF                                  15.260        138480.719     30.93
 
   EVAPOTRANSPIRATION                      24.991        226793.141     50.66
 
   PERC./LEAKAGE THROUGH LAYER  2           4.699934      42651.898      9.53
 
   AVG. HEAD ON TOP OF LAYER  2             1.1482
 
   DRAINAGE COLLECTED FROM LAYER  3         4.2152        38252.684      8.54
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.710584       6448.554      1.44
 
   AVG. HEAD ON TOP OF LAYER  4             0.4077
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            2.015      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.947055       8594.521      1.92
 
   AVG. HEAD ON TOP OF LAYER  7             0.0008
 
   CHANGE IN WATER STORAGE                  3.917         35546.719      7.94
 
   SOIL WATER AT START OF YEAR            285.510       2591004.500
 
   SOIL WATER AT END OF YEAR              285.388       2589899.250
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                4.039         36652.012      8.19
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.061      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7



    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    3
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1     *   0.01  0.331  0.000  0.4784    0.4216 .0000E+00 .2746E-01    0.5623 .1590E-01 .2766E-02    0.0000 .0000E+00 .0000E+0
    2     *   0.23  0.743  0.000  0.4755    0.3452 .0000E+00 .2730E-01    0.5851 .1654E-01 .2852E-02    0.0000 .0000E+00 .0000E+0
    3     *   0.94  2.034  0.000  0.4727    0.2663 .0000E+00 .2712E-01    0.6055 .1712E-01 .2928E-02    0.0000 .0000E+00 .0000E+0
    4     *   0.00  0.308  0.005  0.4693    0.1819 .0000E+00 .2693E-01    0.6237 .1763E-01 .2995E-02    0.0000 .0000E+00 .0000E+0
    5     *   0.03  0.034  0.000  0.4666    0.0946 .0000E+00 .2674E-01    0.6399 .1809E-01 .3055E-02    0.0000 .0000E+00 .0000E+0
    6     *   0.00  0.168  0.023  0.4648    0.0165 .0000E+00 .1047E-01    0.6383 .1805E-01 .3049E-02    0.0000 .0000E+00 .0000E+0
    7     *   0.00  0.106  0.029  0.4648    0.0000 .0000E+00 .0000E+00    0.6002 .1697E-01 .2908E-02    0.0000 .0000E+00 .0000E+0
    8  *  *   0.00  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.5485 .1551E-01 .2713E-02    0.0000 .0000E+00 .0000E+0
    9  *  *   0.00  0.000  0.027  0.4648    0.0000 .0000E+00 .0000E+00    0.5011 .1417E-01 .2532E-02    0.0000 .0000E+00 .0000E+0
   10  *  *   0.00  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.4576 .1294E-01 .2361E-02    0.0000 .0000E+00 .0000E+0
   11     *   0.25  0.766  0.000  0.4648    0.0049 .0000E+00 .1454E-01    0.4322 .1222E-01 .2261E-02    0.0000 .0000E+00 .0000E+0
   12     *   0.27  0.726  0.000  0.4654    0.0049 .0000E+00 .1090E-01    0.4288 .1212E-01 .2247E-02    0.0000 .0000E+00 .0000E+0
   13     *   0.11  0.108  0.000  0.4648    0.0085 .0000E+00 .1701E-01    0.4258 .1204E-01 .2235E-02    0.0000 .0000E+00 .0000E+0
   14     *   0.00  0.271  0.016  0.4648    0.0001 .0000E+00 .9627E-04    0.4161 .1177E-01 .2196E-02    0.0000 .0000E+00 .0000E+0
   15     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3799 .1074E-01 .2048E-02    0.0000 .8844E-09 .1138E-0
   16     *   0.08  0.067  0.010  0.4648    0.0018 .0000E+00 .3052E-02    0.3497 .9888E-02 .1922E-02    0.0001 .4998E-08 .2682E-0
   17         0.00  0.000  0.047  0.4524    3.7154 .0000E+00 .2811E-01    0.3518 .9948E-02 .1931E-02    0.0000 .2841E-08 .2120E-0
   18         0.00  0.000  0.044  0.4389    4.7705 .0000E+00 .3708E-01    0.4030 .1139E-01 .2142E-02    0.0001 .2448E-08 .1785E-0
   19         0.00  0.000  0.043  0.4257    4.5476 .0000E+00 .3659E-01    0.4637 .1311E-01 .2385E-02    0.0000 .0000E+00 .0000E+0
   20         0.00  0.000  0.054  0.4107    4.3198 .0000E+00 .3608E-01    0.5181 .1465E-01 .2597E-02    0.0000 .0000E+00 .0000E+0
   21         0.00  0.000  0.047  0.3970    4.0485 .0000E+00 .3548E-01    0.5665 .1602E-01 .2782E-02    0.0000 .0000E+00 .0000E+0
   22         0.00  0.000  0.052  0.3825    3.7928 .0000E+00 .3492E-01    0.6094 .1723E-01 .2942E-02    0.0000 .0000E+00 .0000E+0
   23         0.00  0.000  0.043  0.3696    3.5592 .0000E+00 .3440E-01    0.6473 .1830E-01 .3082E-02    0.0000 .0000E+00 .0000E+0
   24         0.00  0.000  0.052  0.3552    3.3312 .0000E+00 .3390E-01    0.6806 .1925E-01 .3203E-02    0.0000 .0000E+00 .0000E+0
   25  *      0.00  0.000  0.041  0.3428    3.1031 .0000E+00 .3339E-01    0.7099 .2007E-01 .3309E-02    0.0000 .0000E+00 .0000E+0
   26  *      0.00  0.000  0.038  0.3310    2.8996 .0000E+00 .3294E-01    0.7355 .2080E-01 .3400E-02    0.0000 .0000E+00 .0000E+0
   27  *      0.00  0.000  0.041  0.3187    2.7165 .0000E+00 .3254E-01    0.7579 .2143E-01 .3480E-02    0.0000 .0000E+00 .0000E+0
   28         0.00  0.000  0.052  0.3048    2.5305 .0000E+00 .3213E-01    0.7774 .2198E-01 .3548E-02    0.0000 .0000E+00 .0000E+0
   29  *      0.14  0.000  0.044  0.3028    2.3568 .0000E+00 .3174E-01    0.7942 .2245E-01 .3607E-02    0.0000 .0000E+00 .0000E+0
   30         0.15  0.000  0.036  0.3294    2.2111 .0000E+00 .3142E-01    0.8086 .2286E-01 .3658E-02    0.0000 .0000E+00 .0000E+0
   31         0.55  0.001  0.068  0.4043    2.2274 .0000E+00 .3146E-01    0.8214 .2323E-01 .3702E-02    0.0000 .0000E+00 .0000E+0
   32         0.00  0.000  0.066  0.3877    3.1775 .0000E+00 .3356E-01    0.8353 .2362E-01 .3751E-02    0.0000 .0000E+00 .0000E+0
   33         0.00  0.000  0.060  0.3723    2.9481 .0000E+00 .3305E-01    0.8509 .2406E-01 .3805E-02    0.0000 .0000E+00 .0000E+0
   34         0.73  0.022  0.053  0.4757    3.4218 .0000E+00 .3410E-01    0.8654 .2447E-01 .3855E-02    0.0000 .0000E+00 .0000E+0
   35         0.73  0.485  0.055  0.5010    5.7687 .0000E+00 .3929E-01    0.8856 .2504E-01 .3924E-02    0.0000 .0000E+00 .0000E+0
   36  *      0.34  0.000  0.041  0.4977    5.9653 .0000E+00 .3972E-01    0.9129 .2581E-01 .4017E-02    0.0000 .0000E+00 .0000E+0
   37         0.02  0.212  0.027  0.5010    5.9677 .0000E+00 .3973E-01    0.9387 .2654E-01 .4104E-02    0.0000 .0000E+00 .0000E+0
   38         0.00  0.000  0.054  0.4854    5.8387 .0000E+00 .3944E-01    0.9620 .2720E-01 .4183E-02    0.0000 .0000E+00 .0000E+0
   39         0.00  0.000  0.059  0.4691    5.4172 .0000E+00 .3851E-01    0.9821 .2777E-01 .4250E-02    0.0000 .0000E+00 .0000E+0
   40  *      0.00  0.000  0.048  0.4547    5.0129 .0000E+00 .3762E-01    0.9981 .2822E-01 .4303E-02    0.0000 .0000E+00 .0000E+0
   41         0.00  0.000  0.062  0.4382    4.6835 .0000E+00 .3689E-01    1.0106 .2858E-01 .4345E-02    0.0000 .0000E+00 .0000E+0
   42         0.22  0.000  0.059  0.4590    4.4720 .0000E+00 .3642E-01    1.0205 .2885E-01 .4378E-02    0.0000 .0000E+00 .0000E+0
   43         0.00  0.000  0.066  0.4418    4.7326 .0000E+00 .3700E-01    1.0294 .2911E-01 .4407E-02    0.0000 .0000E+00 .0000E+0
   44         0.00  0.000  0.081  0.4222    4.3916 .0000E+00 .3624E-01    1.0377 .2934E-01 .4435E-02    0.0000 .0000E+00 .0000E+0
   45         0.18  0.000  0.059  0.4364    4.0639 .0000E+00 .3552E-01    1.0434 .2950E-01 .4454E-02    0.0000 .3326E-10 .2004E-0
   46         0.00  0.000  0.066  0.4194    4.1671 .0000E+00 .3575E-01    1.0477 .2962E-01 .4468E-02    0.0000 .1031E-08 .1251E-0
   47  *      0.18  0.000  0.048  0.4169    3.8926 .0000E+00 .3514E-01    1.0514 .2973E-01 .4480E-02    0.0001 .4014E-08 .2451E-0
   48  *      0.00  0.000  0.061  0.4143    3.7489 .0000E+00 .3482E-01    1.0535 .2979E-01 .4487E-02    0.0001 .9274E-08 .3700E-0
   49         0.00  0.000  0.080  0.4006    3.5979 .0000E+00 .3449E-01    1.0546 .2982E-01 .4491E-02    0.0002 .1691E-07 .4976E-0
   50  *      0.36  0.000  0.036  0.3982    3.4048 .0000E+00 .3406E-01    1.0546 .2982E-01 .4491E-02    0.0002 .2704E-07 .6275E-0
   51  *      0.06  0.000  0.037  0.3958    3.2607 .0000E+00 .3374E-01    1.0537 .2979E-01 .4488E-02    0.0002 .3973E-07 .7591E-0
   52  *      0.00  0.000  0.040  0.3936    3.1390 .0000E+00 .3347E-01    1.0520 .2975E-01 .4482E-02    0.0001 .2550E-07 .6565E-0
   53         0.00  0.000  0.057  0.4198    3.2948 .0000E+00 .3382E-01    1.0504 .2970E-01 .4477E-02    0.0003 .6760E-07 .9884E-0
   54  *      1.00  0.000  0.040  0.4173    3.7288 .0000E+00 .3478E-01    1.0504 .2970E-01 .4477E-02    0.0004 .8831E-07 .1409E-0
   55  *      0.00  0.000  0.036  0.4148    3.7165 .0000E+00 .3475E-01    1.0519 .2974E-01 .4482E-02    0.0002 .5236E-07 .9322E-0
   56  *      0.00  0.000  0.036  0.4123    3.6247 .0000E+00 .3455E-01    1.0531 .2978E-01 .4486E-02    0.0004 .1257E-06 .1344E-0
   57         0.00  0.000  0.030  0.4268    3.5619 .0000E+00 .3441E-01    1.0537 .2979E-01 .4488E-02    0.0005 .1481E-06 .1458E-0
   58         0.00  0.023  0.009  0.5010    4.6401 .0000E+00 .3679E-01    1.0564 .2987E-01 .4496E-02    0.0005 .1710E-06 .1565E-0
   59         0.00  0.051  0.071  0.5010    6.0000 .0000E+00 .3980E-01    1.0657 .3013E-01 .4527E-02    0.0005 .1947E-06 .2082E-0
   60         0.00  0.000  0.069  0.4830    5.8148 .0000E+00 .3939E-01    1.0787 .3050E-01 .4570E-02    0.0006 .2123E-06 .1744E-0
   61         0.00  0.000  0.074  0.4643    5.3322 .0000E+00 .3832E-01    1.0888 .3079E-01 .4603E-02    0.0003 .1161E-06 .1358E-0
   62  *      0.00  0.000  0.060  0.4480    4.8843 .0000E+00 .3733E-01    1.0955 .3098E-01 .4625E-02    0.0006 .2508E-06 .1893E-0
   63         0.00  0.000  0.089  0.4270    4.5170 .0000E+00 .3652E-01    1.0992 .3108E-01 .4637E-02    0.0007 .2770E-06 .1990E-0
   64         0.56  0.022  0.082  0.4970    4.6415 .0000E+00 .3679E-01    1.1016 .3115E-01 .4645E-02    0.0007 .3058E-06 .2091E-0
   65  *      0.00  0.000  0.077  0.4776    5.6928 .0000E+00 .3912E-01    1.1065 .3129E-01 .4661E-02    0.0007 .3341E-06 .2185E-0
   66         0.00  0.000  0.095  0.4555    5.1594 .0000E+00 .3794E-01    1.1136 .3149E-01 .4684E-02    0.0007 .3609E-06 .2269E-0
   67         0.00  0.000  0.096  0.4334    4.6765 .0000E+00 .3687E-01    1.1171 .3159E-01 .4695E-02    0.0008 .3896E-06 .2359E-0
   68         0.00  0.000  0.078  0.4144    4.2697 .0000E+00 .3597E-01    1.1177 .3160E-01 .4697E-02    0.0008 .4222E-06 .2456E-0
   69         0.00  0.000  0.092  0.3933    3.9027 .0000E+00 .3516E-01    1.1161 .3156E-01 .4692E-02    0.0008 .4579E-06 .3214E-0
   70         0.00  0.000  0.068  0.3762    3.6101 .0000E+00 .3451E-01    1.1126 .3146E-01 .4681E-02    0.0009 .5063E-06 .2689E-0
   71  *      0.00  0.000  0.066  0.3596    3.3506 .0000E+00 .3394E-01    1.1078 .3132E-01 .4665E-02    0.0009 .5468E-06 .2794E-0
   72  *      0.00  0.000  0.000  0.3540    3.1327 .0000E+00 .3346E-01    1.1020 .3116E-01 .4646E-02    0.0010 .5883E-06 .2898E-0
   73         0.00  0.000  0.074  0.3362    2.9469 .0000E+00 .3305E-01    1.0955 .3097E-01 .4625E-02    0.0010 .6301E-06 .2998E-0
   74  *      0.00  0.000  0.076  0.3181    2.7312 .0000E+00 .3257E-01    1.0884 .3077E-01 .4601E-02    0.0005 .3360E-06 .2316E-0
   75         0.00  0.000  0.094  0.2971    2.5142 .0000E+00 .3209E-01    1.0806 .3055E-01 .4576E-02    0.0010 .7022E-06 .3168E-0
   76         0.00  0.000  0.079  0.2788    2.2015 .0000E+00 .3140E-01    1.0720 .3031E-01 .4548E-02    0.0011 .7441E-06 .4087E-0
   77         1.04  0.054  0.066  0.4269    1.8996 .0000E+00 .3073E-01    1.0623 .3004E-01 .4516E-02    0.0011 .7985E-06 .3373E-0
   78         0.00  0.000  0.089  0.4062    3.8056 .0000E+00 .3495E-01    1.0565 .2987E-01 .4497E-02    0.0006 .4136E-06 .2580E-0
   79         0.00  0.000  0.084  0.3865    3.6697 .0000E+00 .3465E-01    1.0577 .2991E-01 .4501E-02    0.0011 .8508E-06 .3481E-0
   80         0.65  0.011  0.085  0.4730    3.7924 .0000E+00 .3492E-01    1.0586 .2993E-01 .4504E-02    0.0012 .8735E-06 .3527E-0
   81         0.00  0.000  0.092  0.4514    5.0574 .0000E+00 .3771E-01    1.0627 .3005E-01 .4517E-02    0.0012 .8926E-06 .3564E-0
   82         0.00  0.000  0.098  0.4289    4.6061 .0000E+00 .3672E-01    1.0699 .3025E-01 .4541E-02    0.0012 .9064E-06 .3590E-0
   83         0.00  0.000  0.105  0.4055    4.1694 .0000E+00 .3575E-01    1.0739 .3037E-01 .4554E-02    0.0012 .9216E-06 .3622E-0



   84         0.00  0.000  0.105  0.3823    3.7998 .0000E+00 .3493E-01    1.0753 .3040E-01 .4559E-02    0.0012 .9413E-06 .3661E-0
   85         0.00  0.000  0.111  0.3581    3.4782 .0000E+00 .3422E-01    1.0745 .3038E-01 .4556E-02    0.0012 .9642E-06 .3706E-0
   86         0.00  0.000  0.103  0.3354    3.1008 .0000E+00 .3339E-01    1.0718 .3031E-01 .4547E-02    0.0012 .9897E-06 .3755E-0
   87         0.00  0.000  0.108  0.3120    2.7917 .0000E+00 .3270E-01    1.0673 .3018E-01 .4532E-02    0.0013 .1017E-05 .3808E-0
   88  *      0.09  0.000  0.060  0.3099    2.5868 .0000E+00 .3225E-01    1.0616 .3002E-01 .4514E-02    0.0013 .1046E-05 .4833E-0
   89         0.08  0.000  0.084  0.3056    2.4180 .0000E+00 .3188E-01    1.0553 .2984E-01 .4493E-02    0.0013 .1083E-05 .3926E-0
   90         0.13  0.000  0.074  0.3098    2.1724 .0000E+00 .3134E-01    1.0484 .2964E-01 .4470E-02    0.0013 .1111E-05 .3976E-0
   91         0.00  0.000  0.097  0.2884    1.9059 .0000E+00 .3075E-01    1.0406 .2942E-01 .4444E-02    0.0013 .1139E-05 .4025E-0
   92         0.28  0.000  0.087  0.3156    1.7280 .0000E+00 .3035E-01    1.0321 .2918E-01 .4416E-02    0.0013 .1166E-05 .4073E-0
   93         0.00  0.000  0.115  0.2915    1.5510 .0000E+00 .2996E-01    1.0232 .2893E-01 .4387E-02    0.0014 .1192E-05 .4118E-0
   94         0.15  0.000  0.105  0.2941    1.3696 .0000E+00 .2956E-01    1.0141 .2867E-01 .4357E-02    0.0014 .1217E-05 .4161E-0
   95         0.00  0.000  0.126  0.2682    1.1899 .0000E+00 .2916E-01    1.0046 .2841E-01 .4325E-02    0.0014 .1240E-05 .4200E-0
   96         0.38  0.000  0.091  0.3116    1.0004 .0000E+00 .2874E-01    0.9949 .2813E-01 .4293E-02    0.0014 .1262E-05 .4237E-0
   97         0.00  0.000  0.136  0.2842    0.8560 .0000E+00 .2842E-01    0.9850 .2785E-01 .4260E-02    0.0007 .6415E-06 .3204E-0
   98         0.00  0.000  0.117  0.2600    0.7067 .0000E+00 .2809E-01    0.9751 .2757E-01 .4227E-02    0.0014 .1295E-05 .4295E-0
   99         0.08  0.000  0.108  0.2506    0.5613 .0000E+00 .2777E-01    0.9651 .2729E-01 .4193E-02    0.0014 .1312E-05 .4323E-0
  100         0.00  0.000  0.128  0.2247    0.4167 .0000E+00 .2745E-01    0.9552 .2701E-01 .4160E-02    0.0014 .1327E-05 .5437E-0
  101         0.00  0.000  0.159  0.1936    0.2690 .0000E+00 .2713E-01    0.9452 .2672E-01 .4126E-02    0.0014 .1347E-05 .4377E-0
  102         0.00  0.000  0.144  0.1652    0.1610 .0000E+00 .2689E-01    0.9352 .2644E-01 .4092E-02    0.0015 .1359E-05 .4396E-0
  103         0.72  0.001  0.107  0.2659    0.0281 .0000E+00 .8509E-02    0.9075 .2566E-01 .3998E-02    0.0015 .1406E-05 .4470E-0
  104         0.00  0.000  0.158  0.2396    0.0000 .0000E+00 .0000E+00    0.8440 .2386E-01 .3780E-02    0.0015 .1524E-05 .4652E-0
  105         0.00  0.000  0.130  0.2179    0.0000 .0000E+00 .0000E+00    0.7720 .2183E-01 .3529E-02    0.0016 .1655E-05 .4847E-0
  106         0.00  0.000  0.163  0.1907    0.0000 .0000E+00 .0000E+00    0.7060 .1996E-01 .3295E-02    0.0017 .1764E-05 .5003E-0
  107         0.00  0.000  0.158  0.1645    0.0000 .0000E+00 .0000E+00    0.6454 .1825E-01 .3075E-02    0.0009 .9361E-06 .3856E-0
  108         0.01  0.000  0.166  0.1385    0.0000 .0000E+00 .0000E+00    0.5899 .1668E-01 .2870E-02    0.0017 .1888E-05 .5199E-0
  109         0.30  0.000  0.084  0.1745    0.0000 .0000E+00 .0000E+00    0.5391 .1524E-01 .2678E-02    0.0017 .1944E-05 .5274E-0
  110         0.10  0.000  0.116  0.1718    0.0000 .0000E+00 .0000E+00    0.4924 .1392E-01 .2498E-02    0.0017 .1984E-05 .5326E-0
  111         0.00  0.000  0.068  0.1604    0.0000 .0000E+00 .0000E+00    0.4497 .1272E-01 .2330E-02    0.0018 .2009E-05 .5357E-0
  112         0.03  0.000  0.064  0.1547    0.0000 .0000E+00 .0000E+00    0.4105 .1161E-01 .2173E-02    0.0018 .2021E-05 .6700E-0
  113         0.00  0.000  0.049  0.1466    0.0000 .0000E+00 .0000E+00    0.3747 .1059E-01 .2026E-02    0.0018 .2033E-05 .5367E-0
  114         0.00  0.000  0.044  0.1393    0.0000 .0000E+00 .0000E+00    0.3419 .9666E-02 .1889E-02    0.0018 .2019E-05 .5349E-0
  115         0.00  0.000  0.019  0.1361    0.0000 .0000E+00 .0000E+00    0.3118 .8816E-02 .1760E-02    0.0018 .1997E-05 .5319E-0
  116         0.09  0.000  0.015  0.1486    0.0000 .0000E+00 .0000E+00    0.2843 .8038E-02 .1640E-02    0.0017 .1969E-05 .5281E-0
  117         0.30  0.000  0.023  0.1948    0.0000 .0000E+00 .0000E+00    0.2591 .7327E-02 .1528E-02    0.0017 .1934E-05 .5235E-0
  118         0.00  0.000  0.148  0.1701    0.0000 .0000E+00 .0000E+00    0.2361 .6675E-02 .1423E-02    0.0017 .1896E-05 .5182E-0
  119         1.64  0.218  0.038  0.4007    0.0000 .0000E+00 .0000E+00    0.2150 .6080E-02 .1325E-02    0.0017 .1853E-05 .5123E-0
  120         0.16  0.000  0.146  0.3976    2.5912 .0000E+00 .3226E-01    0.2278 .6442E-02 .1384E-02    0.0016 .1706E-05 .4916E-0
  121         0.00  0.000  0.225  0.3545    2.9549 .0000E+00 .3307E-01    0.2922 .8261E-02 .1674E-02    0.0007 .7140E-06 .3385E-0
  122         0.32  0.000  0.169  0.3743    2.6287 .0000E+00 .3234E-01    0.3516 .9942E-02 .1930E-02    0.0014 .1283E-05 .4232E-0
  123         0.00  0.000  0.192  0.3370    2.3490 .0000E+00 .3173E-01    0.4043 .1143E-01 .2147E-02    0.0013 .1101E-05 .3924E-0
  124         0.00  0.000  0.178  0.3023    2.0538 .0000E+00 .3107E-01    0.4508 .1275E-01 .2335E-02    0.0012 .9602E-06 .3668E-0
  125         0.04  0.000  0.154  0.2783    1.8246 .0000E+00 .3057E-01    0.4919 .1391E-01 .2496E-02    0.0012 .8505E-06 .3455E-0
  126         0.00  0.000  0.188  0.2419    1.6180 .0000E+00 .3011E-01    0.5283 .1494E-01 .2637E-02    0.0011 .7631E-06 .4085E-0
  127         0.18  0.000  0.178  0.2373    1.2801 .0000E+00 .2936E-01    0.5602 .1584E-01 .2758E-02    0.0010 .6749E-06 .3097E-0
  128         0.84  0.014  0.179  0.3403    0.9014 .0000E+00 .2852E-01    0.5874 .1661E-01 .2860E-02    0.0010 .6272E-06 .2986E-0
  129         0.00  0.000  0.185  0.3048    0.9764 .0000E+00 .2869E-01    0.6111 .1728E-01 .2949E-02    0.0010 .5899E-06 .2897E-0
  130         0.00  0.000  0.217  0.2639    1.0114 .0000E+00 .2877E-01    0.6332 .1790E-01 .3030E-02    0.0009 .5589E-06 .2820E-0
  131         0.00  0.000  0.210  0.2242    0.8375 .0000E+00 .2838E-01    0.6532 .1847E-01 .3104E-02    0.0009 .5342E-06 .2757E-0
  132         0.00  0.000  0.146  0.1952    0.6787 .0000E+00 .2803E-01    0.6706 .1896E-01 .3167E-02    0.0009 .5156E-06 .2709E-0
  133         0.00  0.000  0.161  0.1638    0.4044 .0000E+00 .2743E-01    0.6854 .1938E-01 .3220E-02    0.0009 .5024E-06 .2674E-0
  134         0.75  0.002  0.143  0.2635    0.0336 .0000E+00 .6693E-02    0.6773 .1915E-01 .3191E-02    0.0004 .2604E-06 .2041E-0
  135         0.00  0.000  0.203  0.2297    0.0000 .0000E+00 .0000E+00    0.6299 .1781E-01 .3018E-02    0.0009 .5674E-06 .2862E-0
  136         0.00  0.000  0.247  0.1886    0.0000 .0000E+00 .0000E+00    0.5757 .1628E-01 .2816E-02    0.0010 .6468E-06 .3057E-0
  137         1.20  0.073  0.178  0.3467    0.0000 .0000E+00 .0000E+00    0.5260 .1487E-01 .2628E-02    0.0011 .7257E-06 .3234E-0
  138         0.16  0.000  0.216  0.3337    1.0139 .0000E+00 .2214E-01    0.5025 .1421E-01 .2537E-02    0.0011 .7723E-06 .3324E-0
  139         1.40  0.248  0.183  0.4898    2.5581 .0000E+00 .3219E-01    0.5265 .1489E-01 .2630E-02    0.0011 .7484E-06 .3249E-0
  140         0.00  0.000  0.209  0.4487    5.2704 .0000E+00 .3818E-01    0.5707 .1614E-01 .2797E-02    0.0010 .6774E-06 .3082E-0
  141         0.00  0.000  0.199  0.4095    4.4312 .0000E+00 .3633E-01    0.6189 .1750E-01 .2977E-02    0.0010 .6004E-06 .2899E-0
  142         0.00  0.000  0.240  0.3636    3.7967 .0000E+00 .3493E-01    0.6588 .1863E-01 .3124E-02    0.0009 .5392E-06 .2751E-0
  143         0.00  0.000  0.229  0.3199    3.1026 .0000E+00 .3339E-01    0.6915 .1955E-01 .3243E-02    0.0009 .4963E-06 .2643E-0
  144         0.79  0.017  0.237  0.4040    2.6202 .0000E+00 .3233E-01    0.7181 .2030E-01 .3338E-02    0.0009 .4670E-06 .2567E-0
  145         0.53  0.011  0.226  0.4469    3.6260 .0000E+00 .3455E-01    0.7429 .2101E-01 .3427E-02    0.0008 .4454E-06 .2508E-0
  146         0.00  0.000  0.265  0.3968    4.1792 .0000E+00 .3577E-01    0.7704 .2178E-01 .3524E-02    0.0008 .4253E-06 .2450E-0
  147         0.00  0.000  0.241  0.3508    3.5215 .0000E+00 .3432E-01    0.7962 .2251E-01 .3615E-02    0.0008 .4099E-06 .3002E-0
  148         0.00  0.000  0.224  0.3080    2.9225 .0000E+00 .3299E-01    0.8162 .2308E-01 .3684E-02    0.0008 .3934E-06 .2369E-0
  149         0.32  0.000  0.255  0.3136    2.3822 .0000E+00 .3180E-01    0.8313 .2350E-01 .3737E-02    0.0008 .3933E-06 .2369E-0
  150         0.41  0.000  0.193  0.3446    1.8575 .0000E+00 .3064E-01    0.8420 .2381E-01 .3774E-02    0.0008 .3989E-06 .2385E-0
  151         0.00  0.000  0.287  0.2917    1.6399 .0000E+00 .3016E-01    0.8495 .2402E-01 .3800E-02    0.0008 .4087E-06 .2414E-0
  152         0.00  0.000  0.288  0.2388    1.3989 .0000E+00 .2962E-01    0.8550 .2418E-01 .3819E-02    0.0008 .4208E-06 .2450E-0
  153         0.24  0.000  0.273  0.2285    1.0512 .0000E+00 .2886E-01    0.8585 .2427E-01 .3831E-02    0.0008 .4355E-06 .2492E-0
  154         0.00  0.000  0.288  0.1759    0.6672 .0000E+00 .2801E-01    0.8596 .2431E-01 .3835E-02    0.0008 .4530E-06 .2542E-0
  155         0.00  0.000  0.234  0.1358    0.0927 .0000E+00 .6814E-02    0.8382 .2370E-01 .3761E-02    0.0004 .2469E-06 .1994E-0
  156         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.7777 .2199E-01 .3549E-02    0.0009 .5605E-06 .2851E-0
  157         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.7112 .2011E-01 .3313E-02    0.0010 .6637E-06 .3101E-0
  158         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6502 .1839E-01 .3093E-02    0.0011 .7656E-06 .4172E-0
  159         0.63  0.000  0.069  0.2285    0.0000 .0000E+00 .0000E+00    0.5943 .1680E-01 .2886E-02    0.0012 .8954E-06 .3567E-0
  160         0.32  0.000  0.144  0.2578    0.0000 .0000E+00 .0000E+00    0.5431 .1536E-01 .2693E-02    0.0012 .9769E-06 .3725E-0
  161         0.00  0.000  0.241  0.2177    0.0000 .0000E+00 .0000E+00    0.4961 .1403E-01 .2512E-02    0.0013 .1048E-05 .3857E-0
  162         0.33  0.000  0.170  0.2444    0.0000 .0000E+00 .0000E+00    0.4531 .1281E-01 .2343E-02    0.0013 .1108E-05 .3966E-0
  163         0.00  0.000  0.225  0.2069    0.0000 .0000E+00 .0000E+00    0.4136 .1170E-01 .2185E-02    0.0007 .5844E-06 .3048E-0
  164         0.30  0.000  0.135  0.2344    0.0000 .0000E+00 .0000E+00    0.3775 .1067E-01 .2038E-02    0.0013 .1178E-05 .4107E-0
  165         0.00  0.000  0.254  0.1920    0.0000 .0000E+00 .0000E+00    0.3444 .9739E-02 .1900E-02    0.0014 .1212E-05 .4163E-0
  166         0.02  0.000  0.127  0.1742    0.0000 .0000E+00 .0000E+00    0.3142 .8883E-02 .1771E-02    0.0014 .1237E-05 .4205E-0
  167         0.00  0.000  0.127  0.1530    0.0000 .0000E+00 .0000E+00    0.2865 .8100E-02 .1650E-02    0.0014 .1247E-05 .5284E-0
  168         0.00  0.000  0.095  0.1372    0.0000 .0000E+00 .0000E+00    0.2611 .7383E-02 .1537E-02    0.0014 .1275E-05 .4252E-0
  169         0.55  0.000  0.107  0.2110    0.0000 .0000E+00 .0000E+00    0.2379 .6727E-02 .1432E-02    0.0014 .1277E-05 .4255E-0
  170         0.00  0.000  0.214  0.1753    0.0000 .0000E+00 .0000E+00    0.2167 .6127E-02 .1333E-02    0.0014 .1273E-05 .4249E-0
  171         3.01  0.969  0.216  0.4795    0.0000 .0000E+00 .0000E+00    0.1973 .5579E-02 .1241E-02    0.0014 .1265E-05 .4235E-0
  172         0.00  0.000  0.250  0.4317    4.8309 .0000E+00 .3721E-01    0.2165 .6122E-02 .1331E-02    0.0013 .1154E-05 .4044E-0
  173         0.34  0.000  0.256  0.4396    4.2214 .0000E+00 .3587E-01    0.2926 .8273E-02 .1676E-02    0.0012 .9230E-06 .3619E-0
  174         0.00  0.000  0.287  0.3859    3.9030 .0000E+00 .3516E-01    0.3593 .1016E-01 .1962E-02    0.0011 .7566E-06 .3278E-0
  175         0.00  0.000  0.261  0.3368    3.2647 .0000E+00 .3375E-01    0.4178 .1181E-01 .2202E-02    0.0010 .6340E-06 .3001E-0
  176         0.00  0.000  0.206  0.2970    2.7837 .0000E+00 .3269E-01    0.4681 .1324E-01 .2403E-02    0.0005 .2720E-06 .2087E-0
  177         0.00  0.000  0.291  0.2433    2.0146 .0000E+00 .3099E-01    0.5108 .1444E-01 .2569E-02    0.0009 .5017E-06 .2650E-0
  178         0.00  0.000  0.278  0.1922    1.1749 .0000E+00 .2913E-01    0.5453 .1542E-01 .2702E-02    0.0008 .4487E-06 .2510E-0
  179         0.01  0.000  0.175  0.1601    0.5081 .0000E+00 .2766E-01    0.5725 .1619E-01 .2804E-02    0.0008 .4121E-06 .2409E-0



  180         0.05  0.000  0.162  0.1415    0.0016 .0000E+00 .0000E+00    0.5676 .1605E-01 .2786E-02    0.0008 .4074E-06 .2410E-0
  181         0.00  0.000  0.027  0.1370    0.0000 .0000E+00 .0000E+00    0.5185 .1466E-01 .2599E-02    0.0008 .4540E-06 .2564E-0
  182         0.00  0.000  0.008  0.1356    0.0000 .0000E+00 .0000E+00    0.4736 .1339E-01 .2425E-02    0.0009 .5192E-06 .2738E-0
  183         0.00  0.000  0.003  0.1351    0.0000 .0000E+00 .0000E+00    0.4325 .1223E-01 .2261E-02    0.0009 .5794E-06 .2889E-0
  184         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.3948 .1116E-01 .2109E-02    0.0010 .6340E-06 .3020E-0
  185         0.05  0.000  0.028  0.1387    0.0000 .0000E+00 .0000E+00    0.3602 .1019E-01 .1966E-02    0.0010 .6826E-06 .3131E-0
  186         0.00  0.000  0.010  0.1371    0.0000 .0000E+00 .0000E+00    0.3286 .9292E-02 .1833E-02    0.0011 .7252E-06 .4033E-0
  187         0.00  0.000  0.010  0.1355    0.0000 .0000E+00 .0000E+00    0.2997 .8474E-02 .1708E-02    0.0011 .7773E-06 .3321E-0
  188         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.2732 .7725E-02 .1591E-02    0.0011 .8061E-06 .3382E-0
  189         0.01  0.000  0.011  0.1350    0.0000 .0000E+00 .0000E+00    0.2490 .7040E-02 .1482E-02    0.0011 .8293E-06 .3430E-0
  190         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2268 .6413E-02 .1380E-02    0.0011 .8474E-06 .3467E-0
  191         0.59  0.000  0.123  0.2129    0.0000 .0000E+00 .0000E+00    0.2066 .5840E-02 .1285E-02    0.0012 .8608E-06 .3494E-0
  192         0.15  0.000  0.145  0.2137    0.0000 .0000E+00 .0000E+00    0.1880 .5317E-02 .1196E-02    0.0012 .8697E-06 .3512E-0
  193         0.00  0.000  0.268  0.1691    0.0000 .0000E+00 .0000E+00    0.1711 .4838E-02 .1113E-02    0.0012 .8747E-06 .3522E-0
  194         0.00  0.000  0.171  0.1406    0.0000 .0000E+00 .0000E+00    0.1556 .4401E-02 .1036E-02    0.0012 .8762E-06 .3525E-0
  195         0.00  0.000  0.029  0.1358    0.0000 .0000E+00 .0000E+00    0.1415 .4001E-02 .9630E-03    0.0006 .4372E-06 .2649E-0
  196         0.00  0.000  0.004  0.1351    0.0000 .0000E+00 .0000E+00    0.1286 .3636E-02 .8953E-03    0.0012 .8671E-06 .3515E-0
  197         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1168 .3303E-02 .8322E-03    0.0012 .8611E-06 .3503E-0
  198         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1061 .3000E-02 .7732E-03    0.0011 .8530E-06 .3485E-0
  199         1.97  0.354  0.174  0.3753    0.0000 .0000E+00 .0000E+00    0.0963 .2722E-02 .7181E-03    0.0011 .8429E-06 .4322E-0
  200         0.98  0.206  0.272  0.4548    2.5281 .0000E+00 .2549E-01    0.1127 .3185E-02 .8079E-03    0.0011 .7661E-06 .3296E-0
  201         0.00  0.000  0.307  0.3976    4.2752 .0000E+00 .3598E-01    0.1789 .5059E-02 .1150E-02    0.0010 .5910E-06 .2896E-0
  202         0.00  0.000  0.283  0.3446    3.5141 .0000E+00 .3430E-01    0.2547 .7201E-02 .1507E-02    0.0008 .4408E-06 .2502E-0
  203         0.79  0.025  0.279  0.4202    2.8783 .0000E+00 .3290E-01    0.3198 .9043E-02 .1795E-02    0.0007 .3393E-06 .2196E-0
  204         0.03  0.000  0.224  0.3822    3.5035 .0000E+00 .3428E-01    0.3786 .1070E-01 .2042E-02    0.0006 .2658E-06 .1945E-0
  205         0.00  0.000  0.270  0.3316    3.1511 .0000E+00 .3350E-01    0.4338 .1227E-01 .2267E-02    0.0006 .2099E-06 .1729E-0
  206         0.00  0.000  0.274  0.2807    2.4922 .0000E+00 .3204E-01    0.4817 .1362E-01 .2456E-02    0.0003 .8455E-07 .1167E-0
  207         0.00  0.000  0.303  0.2252    1.6456 .0000E+00 .3017E-01    0.5214 .1474E-01 .2610E-02    0.0005 .1543E-06 .1825E-0
  208         0.00  0.000  0.247  0.1793    0.8561 .0000E+00 .2842E-01    0.5530 .1564E-01 .2731E-02    0.0004 .1271E-06 .1347E-0
  209         0.00  0.000  0.233  0.1393    0.1937 .0000E+00 .6930E-02    0.5579 .1577E-01 .2749E-02    0.0004 .1309E-06 .1367E-0
  210         0.00  0.000  0.026  0.1350    0.0000 .0000E+00 .0000E+00    0.5208 .1473E-01 .2608E-02    0.0003 .8343E-07 .1154E-0
  211         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4757 .1345E-01 .2433E-02    0.0005 .1963E-06 .1693E-0
  212         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4344 .1228E-01 .2269E-02    0.0006 .2422E-06 .1876E-0
  213         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3965 .1121E-01 .2116E-02    0.0007 .2872E-06 .2560E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3618 .1023E-01 .1973E-02    0.0007 .3463E-06 .2219E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3301 .9333E-02 .1839E-02    0.0008 .3859E-06 .2342E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3010 .8511E-02 .1714E-02    0.0008 .4224E-06 .2450E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2744 .7760E-02 .1597E-02    0.0008 .4554E-06 .2543E-0
  218         0.63  0.000  0.138  0.2171    0.0000 .0000E+00 .0000E+00    0.2501 .7071E-02 .1487E-02    0.0009 .4847E-06 .2624E-0
  219         0.00  0.000  0.206  0.1828    0.0000 .0000E+00 .0000E+00    0.2278 .6442E-02 .1385E-02    0.0009 .5104E-06 .2692E-0
  220         0.00  0.000  0.174  0.1537    0.0000 .0000E+00 .0000E+00    0.2075 .5867E-02 .1290E-02    0.0009 .5326E-06 .2750E-0
  221         0.00  0.000  0.105  0.1362    0.0000 .0000E+00 .0000E+00    0.1889 .5341E-02 .1200E-02    0.0009 .5513E-06 .2798E-0
  222         0.00  0.000  0.007  0.1350    0.0000 .0000E+00 .0000E+00    0.1719 .4860E-02 .1117E-02    0.0009 .5668E-06 .2836E-0
  223         0.06  0.000  0.036  0.1389    0.0000 .0000E+00 .0000E+00    0.1563 .4421E-02 .1039E-02    0.0009 .5792E-06 .2867E-0
  224         0.00  0.000  0.009  0.1375    0.0000 .0000E+00 .0000E+00    0.1421 .4019E-02 .9664E-03    0.0005 .2943E-06 .2173E-0
  225         0.00  0.000  0.009  0.1359    0.0000 .0000E+00 .0000E+00    0.1292 .3653E-02 .8985E-03    0.0010 .5905E-06 .2903E-0
  226         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.1174 .3319E-02 .8351E-03    0.0010 .5957E-06 .3640E-0
  227         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1066 .3013E-02 .7759E-03    0.0010 .6023E-06 .2923E-0
  228         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0967 .2735E-02 .7207E-03    0.0005 .3013E-06 .2198E-0
  229         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0878 .2481E-02 .6692E-03    0.0010 .5989E-06 .2922E-0
  230         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0796 .2250E-02 .6211E-03    0.0010 .5965E-06 .2915E-0
  231         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0721 .2039E-02 .5763E-03    0.0010 .5926E-06 .2905E-0
  232         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0653 .1847E-02 .5345E-03    0.0010 .5874E-06 .2892E-0
  233         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0591 .1672E-02 .4955E-03    0.0009 .5812E-06 .2876E-0
  234         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0535 .1513E-02 .4592E-03    0.0009 .5740E-06 .2858E-0
  235         0.97  0.023  0.121  0.2727    0.0000 .0000E+00 .0000E+00    0.0484 .1368E-02 .4254E-03    0.0009 .5633E-06 .3541E-0
  236         0.00  0.000  0.222  0.2356    0.0000 .0000E+00 .0000E+00    0.0437 .1237E-02 .3939E-03    0.0009 .5566E-06 .2810E-0
  237         0.20  0.000  0.207  0.2344    0.0000 .0000E+00 .0000E+00    0.0395 .1117E-02 .3645E-03    0.0009 .5471E-06 .2786E-0
  238         0.00  0.000  0.181  0.2042    0.0000 .0000E+00 .0000E+00    0.0357 .1009E-02 .3372E-03    0.0009 .5372E-06 .2761E-0
  239         0.42  0.000  0.117  0.2547    0.0000 .0000E+00 .0000E+00    0.0322 .9099E-03 .3118E-03    0.0009 .5269E-06 .2734E-0
  240         0.00  0.000  0.223  0.2175    0.0000 .0000E+00 .0000E+00    0.0290 .8203E-03 .2882E-03    0.0009 .5163E-06 .2707E-0
  241         0.00  0.000  0.206  0.1832    0.0000 .0000E+00 .0000E+00    0.0261 .7390E-03 .2662E-03    0.0009 .5056E-06 .2678E-0
  242         0.02  0.000  0.128  0.1652    0.0000 .0000E+00 .0000E+00    0.0235 .6654E-03 .2458E-03    0.0009 .4947E-06 .2649E-0
  243         0.00  0.000  0.147  0.1407    0.0000 .0000E+00 .0000E+00    0.0212 .5986E-03 .2268E-03    0.0009 .4837E-06 .2620E-0
  244         0.00  0.000  0.034  0.1350    0.0000 .0000E+00 .0000E+00    0.0190 .5381E-03 .2091E-03    0.0009 .4728E-06 .2590E-0
  245         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0171 .4834E-03 .1928E-03    0.0008 .4618E-06 .2560E-0
  246         0.20  0.000  0.050  0.1599    0.0000 .0000E+00 .0000E+00    0.0153 .4339E-03 .1776E-03    0.0008 .4509E-06 .2529E-0
  247         0.00  0.000  0.064  0.1493    0.0000 .0000E+00 .0000E+00    0.0138 .3891E-03 .1634E-03    0.0008 .4400E-06 .2499E-0
  248         0.08  0.000  0.104  0.1453    0.0000 .0000E+00 .0000E+00    0.0123 .3487E-03 .1504E-03    0.0008 .4293E-06 .2468E-0
  249         0.06  0.000  0.070  0.1435    0.0000 .0000E+00 .0000E+00    0.0110 .3122E-03 .1382E-03    0.0008 .4187E-06 .2438E-0
  250         0.00  0.000  0.035  0.1377    0.0000 .0000E+00 .0000E+00    0.0099 .2792E-03 .1270E-03    0.0008 .4082E-06 .2407E-0
  251         1.95  0.344  0.157  0.3792    0.0000 .0000E+00 .0000E+00    0.0088 .2495E-03 .1166E-03    0.0008 .3980E-06 .2377E-0
  252         0.09  0.000  0.111  0.3717    2.0515 .0000E+00 .2443E-01    0.0321 .9078E-03 .3013E-03    0.0007 .3272E-06 .2155E-0
  253         0.15  0.000  0.119  0.3714    2.6021 .0000E+00 .3229E-01    0.1002 .2832E-02 .7369E-03    0.0006 .2023E-06 .1695E-0
  254         0.01  0.000  0.206  0.3334    2.3632 .0000E+00 .3176E-01    0.1742 .4927E-02 .1128E-02    0.0004 .1179E-06 .1295E-0
  255         0.38  0.000  0.135  0.3691    2.1004 .0000E+00 .3118E-01    0.2405 .6800E-02 .1443E-02    0.0002 .3387E-07 .7359E-0
  256         0.04  0.000  0.132  0.3485    2.2748 .0000E+00 .3156E-01    0.3005 .8497E-02 .1711E-02    0.0003 .4825E-07 .9729E-0
  257         0.02  0.000  0.157  0.3204    2.2129 .0000E+00 .3142E-01    0.3559 .1006E-01 .1948E-02    0.0002 .1827E-07 .5113E-0
  258         0.39  0.000  0.140  0.3570    1.9950 .0000E+00 .3094E-01    0.4059 .1148E-01 .2154E-02    0.0001 .7739E-08 .3337E-0
  259         0.00  0.000  0.138  0.3289    1.8641 .0000E+00 .3065E-01    0.4507 .1274E-01 .2334E-02    0.0000 .1231E-08 .1385E-0
  260         0.00  0.000  0.109  0.3056    1.7891 .0000E+00 .3049E-01    0.4911 .1388E-01 .2493E-02    0.0000 .1101E-08 .1011E-0
  261         0.00  0.000  0.142  0.2770    1.6003 .0000E+00 .3007E-01    0.5274 .1491E-01 .2633E-02    0.0000 .1391E-09 .2224E-0
  262         0.00  0.000  0.139  0.2489    1.4056 .0000E+00 .2964E-01    0.5595 .1582E-01 .2755E-02    0.0000 .0000E+00 .0000E+0
  263         0.74  0.003  0.125  0.3460    1.2206 .0000E+00 .2923E-01    0.5879 .1662E-01 .2862E-02    0.0000 .0000E+00 .0000E+0
  264         0.00  0.000  0.129  0.3197    1.0409 .0000E+00 .2883E-01    0.6129 .1733E-01 .2955E-02    0.0000 .0000E+00 .0000E+0
  265         0.00  0.000  0.092  0.2996    1.1410 .0000E+00 .2905E-01    0.6354 .1796E-01 .3038E-02    0.0000 .0000E+00 .0000E+0
  266         0.00  0.000  0.128  0.2734    1.0546 .0000E+00 .2886E-01    0.6561 .1855E-01 .3114E-02    0.0000 .0000E+00 .0000E+0
  267         0.00  0.000  0.123  0.2481    0.8966 .0000E+00 .2851E-01    0.6745 .1907E-01 .3181E-02    0.0000 .0000E+00 .0000E+0
  268         0.00  0.000  0.102  0.2265    0.7486 .0000E+00 .2819E-01    0.6905 .1952E-01 .3239E-02    0.0000 .0000E+00 .0000E+0
  269         0.00  0.000  0.093  0.2064    0.6047 .0000E+00 .2787E-01    0.7043 .1991E-01 .3289E-02    0.0000 .0000E+00 .0000E+0
  270         0.00  0.000  0.115  0.1826    0.4617 .0000E+00 .2755E-01    0.7161 .2025E-01 .3331E-02    0.0000 .0000E+00 .0000E+0
  271         0.00  0.000  0.115  0.1598    0.2219 .0000E+00 .2117E-01    0.7201 .2036E-01 .3345E-02    0.0000 .0000E+00 .0000E+0
  272         0.00  0.000  0.099  0.1434    0.0000 .0000E+00 .0000E+00    0.6925 .1958E-01 .3246E-02    0.0000 .3223E-09 .6993E-0
  273         1.04  0.034  0.090  0.2961    0.0000 .0000E+00 .0000E+00    0.6331 .1790E-01 .3030E-02    0.0001 .8630E-08 .3540E-0
  274         0.00  0.000  0.095  0.2780    0.1412 .0000E+00 .1358E-01    0.5921 .1674E-01 .2878E-02    0.0001 .1052E-07 .4181E-0
  275         0.00  0.000  0.114  0.2546    0.2136 .0000E+00 .2700E-01    0.5897 .1667E-01 .2869E-02    0.0002 .2595E-07 .7737E-0



  276         0.00  0.000  0.100  0.2335    0.1134 .0000E+00 .2678E-01    0.6089 .1722E-01 .2940E-02    0.0002 .2597E-07 .6112E-0
  277         0.00  0.000  0.106  0.2151    0.0068 .0000E+00 .5042E-02    0.6045 .1709E-01 .2924E-02    0.0002 .3252E-07 .6835E-0
  278         0.00  0.000  0.081  0.2015    0.0000 .0000E+00 .0000E+00    0.5606 .1585E-01 .2759E-02    0.0003 .5649E-07 .8992E-0
  279         0.00  0.000  0.102  0.1845    0.0000 .0000E+00 .0000E+00    0.5121 .1448E-01 .2574E-02    0.0002 .4435E-07 .8408E-0
  280         0.00  0.000  0.074  0.1722    0.0000 .0000E+00 .0000E+00    0.4677 .1323E-01 .2401E-02    0.0004 .1113E-06 .1280E-0
  281         0.00  0.000  0.092  0.1569    0.0000 .0000E+00 .0000E+00    0.4271 .1208E-01 .2240E-02    0.0005 .1477E-06 .1470E-0
  282         0.00  0.000  0.084  0.1429    0.0000 .0000E+00 .0000E+00    0.3898 .1102E-01 .2088E-02    0.0005 .1847E-06 .1640E-0
  283         0.00  0.000  0.047  0.1350    0.0000 .0000E+00 .0000E+00    0.3557 .1006E-01 .1947E-02    0.0006 .2216E-06 .2250E-0
  284         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3245 .9175E-02 .1815E-02    0.0006 .2703E-06 .1960E-0
  285         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2959 .8367E-02 .1691E-02    0.0007 .3035E-06 .2077E-0
  286         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2697 .7627E-02 .1576E-02    0.0007 .3344E-06 .2180E-0
  287         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2458 .6950E-02 .1468E-02    0.0007 .3627E-06 .2270E-0
  288         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2239 .6331E-02 .1367E-02    0.0008 .3882E-06 .2348E-0
  289         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2039 .5765E-02 .1273E-02    0.0008 .4109E-06 .2416E-0
  290         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1856 .5248E-02 .1184E-02    0.0008 .4308E-06 .2473E-0
  291         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1689 .4775E-02 .1102E-02    0.0008 .4479E-06 .2522E-0
  292         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1536 .4343E-02 .1025E-02    0.0008 .4625E-06 .2562E-0
  293         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1397 .3949E-02 .9534E-03    0.0009 .4745E-06 .2595E-0
  294         0.38  0.000  0.046  0.1907    0.0000 .0000E+00 .0000E+00    0.1269 .3589E-02 .8864E-03    0.0009 .4841E-06 .2621E-0
  295  *      0.18  0.000  0.047  0.1939    0.0000 .0000E+00 .0000E+00    0.1153 .3260E-02 .8238E-03    0.0009 .4916E-06 .2641E-0
  296  *      0.16  0.000  0.030  0.1972    0.0000 .0000E+00 .0000E+00    0.1047 .2960E-02 .7654E-03    0.0004 .2506E-06 .1996E-0
  297         0.98  0.109  0.000  0.3796    0.0000 .0000E+00 .0000E+00    0.0950 .2686E-02 .7108E-03    0.0009 .4972E-06 .2663E-0
  298         0.00  0.000  0.036  0.3685    2.1632 .0000E+00 .3131E-01    0.1173 .3316E-02 .8323E-03    0.0009 .4609E-06 .2542E-0
  299         0.00  0.000  0.038  0.3568    2.6127 .0000E+00 .3231E-01    0.1889 .5340E-02 .1199E-02    0.0008 .3573E-06 .2203E-0
  300         0.00  0.000  0.043  0.3443    2.4810 .0000E+00 .3202E-01    0.2556 .7226E-02 .1512E-02    0.0006 .2545E-06 .1860E-0
  301         0.00  0.000  0.062  0.3287    2.3205 .0000E+00 .3166E-01    0.3158 .8928E-02 .1777E-02    0.0005 .1834E-06 .1580E-0
  302         0.00  0.000  0.062  0.3132    2.1109 .0000E+00 .3120E-01    0.3698 .1046E-01 .2006E-02    0.0005 .1339E-06 .1350E-0
  303         0.00  0.000  0.057  0.2986    1.9319 .0000E+00 .3080E-01    0.4182 .1182E-01 .2204E-02    0.0004 .9922E-07 .1163E-0
  304         0.00  0.000  0.050  0.2852    1.7721 .0000E+00 .3045E-01    0.4615 .1305E-01 .2377E-02    0.0003 .7481E-07 .1258E-0
  305         0.00  0.000  0.063  0.2696    1.6100 .0000E+00 .3009E-01    0.5002 .1414E-01 .2528E-02    0.0003 .5164E-07 .8594E-0
  306         0.00  0.000  0.057  0.2551    1.4472 .0000E+00 .2973E-01    0.5348 .1512E-01 .2661E-02    0.0003 .4120E-07 .7682E-0
  307         0.00  0.000  0.057  0.2407    1.2876 .0000E+00 .2938E-01    0.5655 .1599E-01 .2778E-02    0.0002 .3402E-07 .6987E-0
  308         0.00  0.000  0.044  0.2286    1.1317 .0000E+00 .2903E-01    0.5928 .1676E-01 .2880E-02    0.0002 .2924E-07 .6481E-0
  309         0.00  0.000  0.053  0.2149    0.9625 .0000E+00 .2866E-01    0.6169 .1744E-01 .2970E-02    0.0002 .2625E-07 .6146E-0
  310         0.33  0.000  0.067  0.2540    0.8301 .0000E+00 .2837E-01    0.6380 .1804E-01 .3048E-02    0.0001 .1169E-07 .4412E-0
  311         0.00  0.000  0.067  0.2381    0.6919 .0000E+00 .2806E-01    0.6567 .1857E-01 .3116E-02    0.0002 .2496E-07 .5912E-0
  312         0.00  0.000  0.049  0.2254    0.5542 .0000E+00 .2776E-01    0.6730 .1903E-01 .3176E-02    0.0002 .2508E-07 .5940E-0
  313         0.00  0.000  0.041  0.2140    0.4201 .0000E+00 .2746E-01    0.6871 .1943E-01 .3227E-02    0.0002 .2612E-07 .6074E-0
  314         0.00  0.000  0.040  0.2029    0.2881 .0000E+00 .2717E-01    0.6994 .1977E-01 .3271E-02    0.0002 .2800E-07 .7956E-0
  315         0.05  0.000  0.055  0.1976    0.1577 .0000E+00 .2688E-01    0.7098 .2007E-01 .3308E-02    0.0002 .3108E-07 .6691E-0
  316         0.00  0.000  0.051  0.1866    0.0333 .0000E+00 .1548E-01    0.7076 .2001E-01 .3301E-02    0.0002 .3882E-07 .7473E-0
  317         0.00  0.000  0.052  0.1779    0.0000 .0000E+00 .0000E+00    0.6718 .1900E-01 .3171E-02    0.0003 .6192E-07 .9422E-0
  318         0.44  0.000  0.055  0.2420    0.0000 .0000E+00 .0000E+00    0.6141 .1736E-01 .2960E-02    0.0004 .1023E-06 .1209E-0
  319         0.00  0.000  0.047  0.2342    0.0000 .0000E+00 .0000E+00    0.5612 .1587E-01 .2762E-02    0.0005 .1473E-06 .1450E-0
  320         0.00  0.000  0.052  0.2255    0.0000 .0000E+00 .0000E+00    0.5127 .1450E-01 .2577E-02    0.0005 .1948E-06 .1666E-0
  321         0.00  0.000  0.062  0.2151    0.0000 .0000E+00 .0000E+00    0.4683 .1324E-01 .2404E-02    0.0006 .2430E-06 .1860E-0
  322         0.00  0.000  0.053  0.2063    0.0000 .0000E+00 .0000E+00    0.4276 .1209E-01 .2242E-02    0.0007 .2904E-06 .2033E-0
  323         0.57  0.000  0.060  0.2913    0.0000 .0000E+00 .0000E+00    0.3903 .1104E-01 .2090E-02    0.0007 .3359E-06 .2185E-0
  324         0.11  0.000  0.059  0.2980    0.0089 .0000E+00 .1122E-01    0.3673 .1039E-01 .1996E-02    0.0008 .3640E-06 .2275E-0
  325         0.00  0.000  0.045  0.2860    0.0104 .0000E+00 .2655E-01    0.3795 .1073E-01 .2046E-02    0.0007 .3460E-06 .2218E-0
  326         0.00  0.000  0.033  0.2760    0.0161 .0000E+00 .2657E-01    0.4154 .1174E-01 .2193E-02    0.0007 .3015E-06 .2071E-0
  327         0.02  0.000  0.048  0.2693    0.0054 .0000E+00 .1200E-01    0.4338 .1226E-01 .2267E-02    0.0007 .2817E-06 .2002E-0
  328         0.00  0.000  0.034  0.2627    0.0039 .0000E+00 .5166E-02    0.4204 .1189E-01 .2213E-02    0.0003 .1494E-06 .1546E-0
  329         0.01  0.000  0.048  0.2557    0.0022 .0000E+00 .3841E-02    0.3958 .1119E-01 .2113E-02    0.0007 .3178E-06 .2138E-0
  330         0.03  0.000  0.060  0.2506    0.0013 .0000E+00 .7452E-03    0.3681 .1041E-01 .1999E-02    0.0007 .3504E-06 .2246E-0
  331         0.01  0.000  0.053  0.2430    0.0012 .0000E+00 .2968E-02    0.3400 .9614E-02 .1881E-02    0.0008 .3843E-06 .2947E-0
  332         0.00  0.000  0.034  0.2371    0.0021 .0000E+00 .1525E-02    0.3164 .8946E-02 .1780E-02    0.0004 .2144E-06 .1850E-0
  333  *      0.03  0.000  0.030  0.2371    0.0000 .0000E+00 .0000E+00    0.2909 .8226E-02 .1670E-02    0.0008 .4458E-06 .2530E-0
  334         0.00  0.000  0.033  0.2315    0.0000 .0000E+00 .0000E+00    0.2652 .7499E-02 .1555E-02    0.0009 .4756E-06 .3274E-0
  335  *      0.06  0.000  0.039  0.2348    0.0000 .0000E+00 .0000E+00    0.2417 .6833E-02 .1449E-02    0.0004 .2607E-06 .2037E-0
  336         0.00  0.000  0.035  0.2293    0.0000 .0000E+00 .0000E+00    0.2201 .6224E-02 .1349E-02    0.0009 .5313E-06 .2759E-0
  337         0.00  0.000  0.033  0.2237    0.0000 .0000E+00 .0000E+00    0.2004 .5667E-02 .1256E-02    0.0009 .5529E-06 .3516E-0
  338  *      0.00  0.000  0.029  0.2190    0.0000 .0000E+00 .0000E+00    0.1824 .5158E-02 .1169E-02    0.0009 .5796E-06 .2868E-0
  339  *      0.25  0.000  0.029  0.2223    0.0000 .0000E+00 .0000E+00    0.1660 .4693E-02 .1088E-02    0.0010 .5933E-06 .2902E-0
  340  *      0.13  0.000  0.019  0.2255    0.0000 .0000E+00 .0000E+00    0.1510 .4268E-02 .1012E-02    0.0010 .6040E-06 .2928E-0
  341  *      0.07  0.000  0.019  0.2288    0.0000 .0000E+00 .0000E+00    0.1372 .3880E-02 .9408E-03    0.0005 .3059E-06 .2215E-0
  342  *      0.00  0.000  0.023  0.2321    0.0000 .0000E+00 .0000E+00    0.1247 .3526E-02 .8746E-03    0.0010 .6125E-06 .2956E-0
  343  *      0.00  0.000  0.022  0.2354    0.0000 .0000E+00 .0000E+00    0.1133 .3203E-02 .8128E-03    0.0010 .6134E-06 .3701E-0
  344  *      0.00  0.000  0.032  0.2387    0.0000 .0000E+00 .0000E+00    0.1028 .2908E-02 .7551E-03    0.0010 .6210E-06 .2968E-0
  345         0.39  0.000  0.000  0.3295    0.0000 .0000E+00 .0000E+00    0.0933 .2639E-02 .7013E-03    0.0010 .6199E-06 .2966E-0
  346         0.03  0.000  0.044  0.3278    0.6925 .0000E+00 .2806E-01    0.1125 .3181E-02 .8067E-03    0.0009 .5554E-06 .2807E-0
  347  *      0.02  0.000  0.042  0.3194    0.8095 .0000E+00 .2832E-01    0.1753 .4957E-02 .1133E-02    0.0004 .2111E-06 .1833E-0
  348         0.00  0.000  0.032  0.3094    0.8594 .0000E+00 .2843E-01    0.2332 .6595E-02 .1410E-02    0.0008 .3563E-06 .2213E-0
  349  *      0.00  0.000  0.029  0.2999    0.8461 .0000E+00 .2840E-01    0.2863 .8096E-02 .1649E-02    0.0007 .2762E-06 .1950E-0
  350         0.00  0.000  0.034  0.2897    0.7266 .0000E+00 .2814E-01    0.3346 .9461E-02 .1858E-02    0.0006 .2171E-06 .1730E-0
  351  *      0.24  0.000  0.031  0.2883    0.5944 .0000E+00 .2785E-01    0.3781 .1069E-01 .2040E-02    0.0005 .1735E-06 .1548E-0
  352  *      0.00  0.000  0.031  0.2870    0.4665 .0000E+00 .2756E-01    0.4171 .1179E-01 .2200E-02    0.0005 .1412E-06 .1397E-0
  353  *  *   1.28  0.000  0.029  0.2824    0.3400 .0000E+00 .2728E-01    0.4521 .1278E-01 .2340E-02    0.0004 .1172E-06 .1274E-0
  354  *  *   0.00  0.000  0.032  0.2779    0.2147 .0000E+00 .2701E-01    0.4835 .1367E-01 .2463E-02    0.0004 .1000E-06 .1466E-0
  355  *  *   0.00  0.000  0.036  0.2735    0.0908 .0000E+00 .2673E-01    0.5115 .1446E-01 .2572E-02    0.0002 .3997E-07 .8050E-0
  356     *   0.38  0.069  0.000  0.3088    0.0035 .0000E+00 .3007E-02    0.5132 .1451E-01 .2578E-02    0.0004 .8499E-07 .1101E-0
  357     *   0.00  0.009  0.028  0.3204    0.0000 .0000E+00 .0000E+00    0.4735 .1339E-01 .2424E-02    0.0004 .1063E-06 .1250E-0
  358     *   0.06  0.200  0.000  0.3492    0.0000 .0000E+00 .0000E+00    0.4324 .1223E-01 .2261E-02    0.0005 .1411E-06 .1437E-0
  359     *   0.00  0.287  0.000  0.3718    0.0000 .0000E+00 .0000E+00    0.3947 .1116E-01 .2108E-02    0.0005 .1780E-06 .1610E-0
  360     *   0.00  0.388  0.000  0.3892    0.0000 .0000E+00 .0000E+00    0.3602 .1018E-01 .1966E-02    0.0006 .2147E-06 .1765E-0
  361  *  *   0.42  0.000  0.027  0.3892    0.0000 .0000E+00 .0000E+00    0.3286 .9291E-02 .1832E-02    0.0006 .2503E-06 .1903E-0
  362  *  *   0.00  0.000  0.028  0.3892    0.0000 .0000E+00 .0000E+00    0.2996 .8472E-02 .1708E-02    0.0007 .2840E-06 .2539E-0
  363  *  *   0.00  0.000  0.027  0.3892    0.0000 .0000E+00 .0000E+00    0.2732 .7724E-02 .1591E-02    0.0007 .3282E-06 .2160E-0
  364  *  *   0.00  0.000  0.028  0.3892    0.0000 .0000E+00 .0000E+00    0.2489 .7039E-02 .1482E-02    0.0007 .3568E-06 .2252E-0
  365  *  *   0.37  0.000  0.027  0.3892    0.0000 .0000E+00 .0000E+00    0.2268 .6412E-02 .1380E-02    0.0008 .3827E-06 .2332E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************



 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    3
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.76    3.82    2.55    4.24    6.94    5.80
                                  4.57    2.30    5.15    1.70    1.60    3.70
 
 RUNOFF                           5.663   0.793   0.087   0.219   0.365   0.969
                                  0.585   0.023   0.382   0.109   0.000   0.954
 
 EVAPOTRANSPIRATION               0.877   1.439   2.530   3.109   6.355   5.404
                                  3.703   2.243   3.251   1.365   1.504   0.784
 
 PERCOLATION/LEAKAGE THROUGH      0.6938  1.0074  1.0806  0.3851  0.8545  0.3558
   LAYER  2                       0.2940  0.0000  0.5837  0.2922  0.4187  0.2808
 
 LATERAL DRAINAGE COLLECTED       0.5044  0.7951  0.9497  0.5790  0.5447  0.4172
   FROM LAYER  3                  0.2707  0.1181  0.3130  0.2796  0.4304  0.2451
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0868  0.1210  0.1422  0.0945  0.0922  0.0738
   LAYER  4                       0.0530  0.0272  0.0555  0.0542  0.0762  0.0492
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0008  0.0131  0.0939  0.1433  0.0919  0.1011
   LAYER  7                       0.0859  0.0852  0.0283  0.0561  0.0445  0.0672
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.661   4.273   3.765   0.478   2.015   0.864
   TOP OF LAYER  2                0.808   0.000   0.988   0.512   0.316   0.182
 
 STD. DEVIATION OF DAILY          1.757   0.981   1.089   0.719   1.419   1.458
   HEAD ON TOP OF LAYER  2        1.378   0.000   0.908   0.937   0.503   0.307
 
 AVERAGE DAILY HEAD ON            0.575   1.004   1.084   0.683   0.621   0.492
   TOP OF LAYER  4                0.309   0.135   0.369   0.319   0.507   0.280
 
 STD. DEVIATION OF DAILY          0.142   0.072   0.022   0.307   0.142   0.207
   HEAD ON TOP OF LAYER  4        0.151   0.110   0.283   0.168   0.139   0.133
 
 AVERAGE DAILY HEAD ON            0.000   0.000   0.001   0.002   0.001   0.001
   TOP OF LAYER  7                0.001   0.001   0.000   0.001   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    3
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           45.13         409554.750    100.00
 
   RUNOFF                                  10.148         92092.891     22.49
 
   EVAPOTRANSPIRATION                      32.564        295521.906     72.16
 
   PERC./LEAKAGE THROUGH LAYER  2           6.246418      56686.246     13.84
 
   AVG. HEAD ON TOP OF LAYER  2             1.3218
 
   DRAINAGE COLLECTED FROM LAYER  3         5.4470        49431.723     12.07
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.925678       8400.524      2.05
 
   AVG. HEAD ON TOP OF LAYER  4             0.5315
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.564      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.811217       7361.799      1.80
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                 -3.841        -34855.262     -8.51
 
   SOIL WATER AT START OF YEAR            285.388       2589899.250
 



   SOIL WATER AT END OF YEAR              284.851       2585019.500
 
   SNOW WATER AT START OF YEAR              4.039         36652.012      8.95
 
   SNOW WATER AT END OF YEAR                0.736          6676.281      1.63
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.150      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    4
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *  *   0.07  0.000  0.000  0.3892    0.0000 .0000E+00 .0000E+00    0.2065 .5839E-02 .1285E-02    0.0008 .4058E-06 .2401E-0
    2  *  *   0.00  0.000  0.041  0.3892    0.0000 .0000E+00 .0000E+00    0.1880 .5316E-02 .1196E-02    0.0008 .4261E-06 .2460E-0
    3  *  *   0.00  0.000  0.030  0.3892    0.0000 .0000E+00 .0000E+00    0.1711 .4837E-02 .1113E-02    0.0004 .2234E-06 .1886E-0
    4  *  *   0.00  0.000  0.041  0.3892    0.0000 .0000E+00 .0000E+00    0.1556 .4400E-02 .1035E-02    0.0008 .4514E-06 .2541E-0
    5  *  *   0.07  0.000  0.036  0.3892    0.0000 .0000E+00 .0000E+00    0.1415 .4000E-02 .9629E-03    0.0008 .4646E-06 .2577E-0
    6     *   0.00  0.240  0.008  0.3997    0.0000 .0000E+00 .0000E+00    0.1286 .3636E-02 .8952E-03    0.0009 .4754E-06 .2606E-0
    7     *   0.00  0.182  0.019  0.4065    0.0000 .0000E+00 .0000E+00    0.1168 .3303E-02 .8320E-03    0.0009 .4839E-06 .3283E-0
    8     *   0.00  0.123  0.037  0.4088    0.0000 .0000E+00 .0000E+00    0.1061 .2999E-02 .7731E-03    0.0009 .4945E-06 .2649E-0
    9     *   0.00  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0963 .2722E-02 .7180E-03    0.0009 .4984E-06 .2660E-0
   10     *   0.00  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0873 .2469E-02 .6667E-03    0.0004 .2503E-06 .2003E-0
   11     *   0.00  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0792 .2239E-02 .6188E-03    0.0009 .4988E-06 .2667E-0
   12  *  *   0.00  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0718 .2029E-02 .5741E-03    0.0009 .4985E-06 .2665E-0
   13  *  *   0.00  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0650 .1838E-02 .5325E-03    0.0009 .4947E-06 .3321E-0
   14  *  *   0.55  0.000  0.037  0.4088    0.0000 .0000E+00 .0000E+00    0.0589 .1664E-02 .4936E-03    0.0009 .4952E-06 .2651E-0
   15  *  *   0.67  0.000  0.032  0.4088    0.0000 .0000E+00 .0000E+00    0.0533 .1506E-02 .4575E-03    0.0009 .4911E-06 .2640E-0
   16  *  *   0.10  0.000  0.027  0.4088    0.0000 .0000E+00 .0000E+00    0.0482 .1362E-02 .4238E-03    0.0004 .2431E-06 .1974E-0
   17  *  *   0.00  0.000  0.025  0.4088    0.0000 .0000E+00 .0000E+00    0.0435 .1231E-02 .3924E-03    0.0009 .4804E-06 .2615E-0
   18  *  *   0.01  0.000  0.021  0.4088    0.0000 .0000E+00 .0000E+00    0.0393 .1112E-02 .3631E-03    0.0009 .4744E-06 .2598E-0
   19  *  *   0.00  0.000  0.029  0.4088    0.0000 .0000E+00 .0000E+00    0.0355 .1003E-02 .3359E-03    0.0009 .4677E-06 .2580E-0
   20  *  *   0.00  0.000  0.031  0.4088    0.0000 .0000E+00 .0000E+00    0.0320 .9052E-03 .3106E-03    0.0008 .4606E-06 .2560E-0
   21  *  *   0.00  0.000  0.033  0.4088    0.0000 .0000E+00 .0000E+00    0.0289 .8161E-03 .2871E-03    0.0008 .4531E-06 .2539E-0
   22  *  *   0.98  0.000  0.026  0.4088    0.0000 .0000E+00 .0000E+00    0.0260 .7352E-03 .2652E-03    0.0008 .4433E-06 .3140E-0
   23  *  *   0.10  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0234 .6619E-03 .2448E-03    0.0008 .4360E-06 .2488E-0
   24  *  *   0.10  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0211 .5954E-03 .2259E-03    0.0008 .4276E-06 .2463E-0
   25     *   0.02  0.000  0.000  0.4088    0.0000 .0000E+00 .0000E+00    0.0189 .5353E-03 .2083E-03    0.0008 .4190E-06 .2439E-0
   26     *   0.00  0.144  0.023  0.4134    0.0000 .0000E+00 .0000E+00    0.0170 .4808E-03 .1920E-03    0.0008 .4104E-06 .2413E-0
   27     *   0.00  0.560  0.000  0.4222    0.0000 .0000E+00 .0000E+00    0.0153 .4316E-03 .1768E-03    0.0008 .4017E-06 .2388E-0
   28     *   0.00  0.233  0.010  0.4276    0.0000 .0000E+00 .0000E+00    0.0137 .3870E-03 .1628E-03    0.0008 .3929E-06 .2362E-0
   29     *   0.00  0.629  0.000  0.4341    0.0000 .0000E+00 .0000E+00    0.0123 .3468E-03 .1497E-03    0.0008 .3842E-06 .2335E-0
   30     *   0.00  0.485  0.013  0.4376    0.0000 .0000E+00 .0000E+00    0.0110 .3104E-03 .1377E-03    0.0008 .3756E-06 .2309E-0
   31     *   0.15  0.121  0.007  0.4412    0.0000 .0000E+00 .0000E+00    0.0098 .2777E-03 .1265E-03    0.0008 .3670E-06 .2282E-0
   32     *   0.24  0.212  0.007  0.4447    0.0000 .0000E+00 .0000E+00    0.0088 .2481E-03 .1161E-03    0.0004 .1807E-06 .1695E-0
   33     *   0.00  0.000  0.000  0.4447    0.0000 .0000E+00 .0000E+00    0.0078 .2215E-03 .1065E-03    0.0007 .3517E-06 .2236E-0
   34     *   0.12  0.096  0.007  0.4476    0.0000 .0000E+00 .0000E+00    0.0070 .1975E-03 .9761E-04    0.0007 .3434E-06 .2209E-0
   35     *   0.00  0.000  0.000  0.4476    0.0000 .0000E+00 .0000E+00    0.0062 .1759E-03 .8939E-04    0.0007 .3352E-06 .2182E-0
   36     *   1.22  1.194  0.007  0.4507    0.0000 .0000E+00 .0000E+00    0.0055 .1566E-03 .8181E-04    0.0007 .3272E-06 .2156E-0
   37  *  *   0.28  0.000  0.035  0.4507    0.0000 .0000E+00 .0000E+00    0.0049 .1391E-03 .7479E-04    0.0007 .3193E-06 .2658E-0
   38  *  *   0.01  0.000  0.000  0.4507    0.0000 .0000E+00 .0000E+00    0.0044 .1235E-03 .6832E-04    0.0007 .3099E-06 .2097E-0
   39  *  *   0.00  0.000  0.026  0.4507    0.0000 .0000E+00 .0000E+00    0.0039 .1095E-03 .6235E-04    0.0003 .1512E-06 .1557E-0
   40  *  *   0.00  0.000  0.031  0.4507    0.0000 .0000E+00 .0000E+00    0.0034 .9699E-04 .5685E-04    0.0007 .2966E-06 .2053E-0
   41  *  *   0.00  0.000  0.028  0.4507    0.0000 .0000E+00 .0000E+00    0.0030 .8577E-04 .5178E-04    0.0007 .2893E-06 .2027E-0
   42     *   0.00  0.124  0.046  0.4507    0.0000 .0000E+00 .0000E+00    0.0027 .7574E-04 .4711E-04    0.0007 .2822E-06 .2002E-0
   43     *   0.00  0.000  0.000  0.4507    0.0000 .0000E+00 .0000E+00    0.0024 .6679E-04 .4282E-04    0.0007 .2753E-06 .1977E-0
   44     *   0.00  0.000  0.000  0.4507    0.0000 .0000E+00 .0000E+00    0.0021 .5881E-04 .3887E-04    0.0006 .2685E-06 .1953E-0
   45     *   0.00  0.000  0.000  0.4507    0.0000 .0000E+00 .0000E+00    0.0018 .5170E-04 .3524E-04    0.0006 .2619E-06 .2407E-0
   46     *   0.00  0.000  0.000  0.4507    0.0000 .0000E+00 .0000E+00    0.0016 .4537E-04 .3191E-04    0.0006 .2541E-06 .1899E-0
   47         0.13  0.044  0.060  0.4503    3.6905 .0000E+00 .2806E-01    0.0292 .8261E-03 .2716E-03    0.0005 .1886E-06 .1637E-0
   48         0.00  0.000  0.075  0.4317    4.6234 .0000E+00 .3675E-01    0.1078 .3048E-02 .7788E-03    0.0004 .8786E-07 .1118E-0
   49         0.00  0.000  0.061  0.4155    4.2686 .0000E+00 .3597E-01    0.1926 .5445E-02 .1217E-02    0.0002 .3256E-07 .6810E-0
   50         0.33  0.000  0.065  0.4538    4.1118 .0000E+00 .3562E-01    0.2684 .7590E-02 .1569E-02    0.0001 .8130E-08 .3411E-0
   51         0.00  0.000  0.071  0.4358    4.6019 .0000E+00 .3671E-01    0.3383 .9566E-02 .1873E-02    0.0000 .8951E-10 .4152E-0
   52         0.00  0.000  0.074  0.4175    4.2512 .0000E+00 .3593E-01    0.4033 .1140E-01 .2143E-02    0.0000 .8208E-10 .1709E-0
   53         0.00  0.000  0.087  0.3971    3.8956 .0000E+00 .3515E-01    0.4608 .1303E-01 .2374E-02    0.0000 .0000E+00 .0000E+0
   54         0.08  0.000  0.068  0.3933    3.6116 .0000E+00 .3452E-01    0.5115 .1446E-01 .2572E-02    0.0000 .0000E+00 .0000E+0
   55         0.00  0.000  0.079  0.3745    3.3583 .0000E+00 .3396E-01    0.5564 .1573E-01 .2744E-02    0.0000 .0000E+00 .0000E+0
   56         0.00  0.000  0.067  0.3577    3.1055 .0000E+00 .3340E-01    0.5962 .1686E-01 .2893E-02    0.0000 .0000E+00 .0000E+0
   57         0.00  0.000  0.068  0.3409    2.8680 .0000E+00 .3287E-01    0.6312 .1785E-01 .3023E-02    0.0000 .0000E+00 .0000E+0
   58         0.00  0.000  0.065  0.3246    2.6625 .0000E+00 .3242E-01    0.6620 .1872E-01 .3136E-02    0.0000 .0000E+00 .0000E+0
   59         0.00  0.000  0.071  0.3074    2.4585 .0000E+00 .3197E-01    0.6890 .1948E-01 .3234E-02    0.0000 .0000E+00 .0000E+0
   60         0.83  0.019  0.064  0.4266    2.3469 .0000E+00 .3172E-01    0.7129 .2016E-01 .3319E-02    0.0000 .0000E+00 .0000E+0



   61         0.21  0.000  0.070  0.4440    3.9221 .0000E+00 .3520E-01    0.7378 .2086E-01 .3408E-02    0.0000 .0000E+00 .0000E+0
   62  *      0.09  0.000  0.048  0.4412    4.3599 .0000E+00 .3617E-01    0.7672 .2169E-01 .3513E-02    0.0000 .0000E+00 .0000E+0
   63  *      0.00  0.000  0.075  0.4264    4.2487 .0000E+00 .3593E-01    0.7955 .2249E-01 .3612E-02    0.0000 .0000E+00 .0000E+0
   64  *      0.08  0.000  0.046  0.4237    4.0037 .0000E+00 .3538E-01    0.8205 .2320E-01 .3699E-02    0.0000 .0000E+00 .0000E+0
   65  *      0.20  0.000  0.000  0.4212    3.9131 .0000E+00 .3518E-01    0.8424 .2382E-01 .3775E-02    0.0000 .0000E+00 .0000E+0
   66         0.50  0.179  0.000  0.5010    4.8236 .0000E+00 .3720E-01    0.8642 .2444E-01 .3850E-02    0.0000 .0000E+00 .0000E+0
   67         0.00  0.000  0.073  0.4823    5.8074 .0000E+00 .3937E-01    0.8895 .2515E-01 .3937E-02    0.0000 .0000E+00 .0000E+0
   68         0.36  0.145  0.064  0.5010    5.7464 .0000E+00 .3924E-01    0.9162 .2591E-01 .4028E-02    0.0000 .0000E+00 .0000E+0
   69         0.00  0.000  0.092  0.4791    5.7747 .0000E+00 .3930E-01    0.9405 .2659E-01 .4110E-02    0.0000 .0000E+00 .0000E+0
   70  *      0.15  0.000  0.057  0.4760    5.3741 .0000E+00 .3841E-01    0.9620 .2720E-01 .4183E-02    0.0000 .0000E+00 .0000E+0
   71         0.00  0.000  0.093  0.4663    5.2284 .0000E+00 .3809E-01    0.9800 .2771E-01 .4243E-02    0.0000 .0000E+00 .0000E+0
   72         0.09  0.000  0.078  0.4621    4.9719 .0000E+00 .3752E-01    0.9954 .2814E-01 .4294E-02    0.0000 .0000E+00 .0000E+0
   73         0.12  0.000  0.071  0.4641    4.8611 .0000E+00 .3728E-01    1.0084 .2851E-01 .4338E-02    0.0000 .0000E+00 .0000E+0
   74         0.31  0.009  0.077  0.4950    5.2516 .0000E+00 .3814E-01    1.0208 .2886E-01 .4379E-02    0.0000 .0000E+00 .0000E+0
   75  *      0.00  0.000  0.066  0.4775    5.6543 .0000E+00 .3903E-01    1.0344 .2925E-01 .4424E-02    0.0000 .0000E+00 .0000E+0
   76  *      0.00  0.000  0.076  0.4585    5.1822 .0000E+00 .3799E-01    1.0473 .2961E-01 .4467E-02    0.0000 .0000E+00 .0000E+0
   77  *      0.23  0.000  0.039  0.4556    4.8515 .0000E+00 .3726E-01    1.0568 .2988E-01 .4498E-02    0.0000 .0000E+00 .0000E+0
   78         0.25  0.091  0.019  0.5010    5.3420 .0000E+00 .3834E-01    1.0654 .3012E-01 .4526E-02    0.0000 .0000E+00 .0000E+0
   79         0.00  0.000  0.093  0.4789    5.7724 .0000E+00 .3929E-01    1.0759 .3042E-01 .4561E-02    0.0000 .0000E+00 .0000E+0
   80         0.00  0.000  0.095  0.4567    5.1895 .0000E+00 .3801E-01    1.0859 .3070E-01 .4593E-02    0.0000 .0000E+00 .0000E+0
   81         0.48  0.058  0.118  0.5010    5.1911 .0000E+00 .3801E-01    1.0929 .3090E-01 .4616E-02    0.0000 .0000E+00 .0000E+0
   82         0.02  0.000  0.082  0.4842    5.8560 .0000E+00 .3948E-01    1.1009 .3113E-01 .4642E-02    0.0000 .0000E+00 .0000E+0
   83         0.00  0.000  0.112  0.4591    5.3382 .0000E+00 .3833E-01    1.1094 .3137E-01 .4670E-02    0.0000 .0000E+00 .0000E+0
   84         0.27  0.002  0.071  0.4856    5.0869 .0000E+00 .3778E-01    1.1148 .3152E-01 .4688E-02    0.0000 .0000E+00 .0000E+0
   85         0.00  0.000  0.084  0.4653    5.4628 .0000E+00 .3861E-01    1.1197 .3166E-01 .4704E-02    0.0000 .1623E-09 .4499E-0
   86  *      0.23  0.000  0.040  0.4622    5.0608 .0000E+00 .3772E-01    1.1247 .3180E-01 .4720E-02    0.0001 .2040E-08 .1749E-0
   87         0.00  0.000  0.091  0.4693    4.9792 .0000E+00 .3754E-01    1.1277 .3188E-01 .4730E-02    0.0001 .6471E-08 .3096E-0
   88         0.02  0.000  0.097  0.4502    4.9999 .0000E+00 .3759E-01    1.1301 .3195E-01 .4738E-02    0.0001 .1360E-07 .4467E-0
   89         0.00  0.000  0.128  0.4227    4.6890 .0000E+00 .3690E-01    1.1318 .3200E-01 .4743E-02    0.0002 .2348E-07 .5853E-0
   90         0.00  0.000  0.096  0.4007    4.2657 .0000E+00 .3596E-01    1.1312 .3199E-01 .4741E-02    0.0002 .3647E-07 .7285E-0
   91         0.00  0.000  0.083  0.3810    3.8144 .0000E+00 .3497E-01    1.1283 .3190E-01 .4732E-02    0.0003 .5299E-07 .8773E-0
   92         0.00  0.000  0.088  0.3606    3.5260 .0000E+00 .3433E-01    1.1233 .3176E-01 .4715E-02    0.0003 .7320E-07 .1030E-0
   93         0.02  0.000  0.079  0.3452    3.2243 .0000E+00 .3366E-01    1.1170 .3158E-01 .4695E-02    0.0004 .9692E-07 .1184E-0
   94         0.00  0.000  0.136  0.3170    2.9059 .0000E+00 .3296E-01    1.1095 .3137E-01 .4671E-02    0.0004 .1240E-06 .1339E-0
   95         0.03  0.000  0.077  0.3037    2.6503 .0000E+00 .3239E-01    1.1009 .3113E-01 .4642E-02    0.0005 .1543E-06 .1492E-0
   96         0.00  0.000  0.142  0.2748    2.2324 .0000E+00 .3147E-01    1.0912 .3085E-01 .4611E-02    0.0005 .1875E-06 .1644E-0
   97         0.00  0.000  0.112  0.2511    1.8595 .0000E+00 .3064E-01    1.0800 .3054E-01 .4574E-02    0.0006 .2238E-06 .1796E-0
   98         0.22  0.000  0.117  0.2632    1.6636 .0000E+00 .3021E-01    1.0679 .3020E-01 .4534E-02    0.0006 .2628E-06 .1944E-0
   99         0.00  0.000  0.154  0.2327    1.1914 .0000E+00 .2917E-01    1.0551 .2983E-01 .4492E-02    0.0007 .3075E-06 .2631E-0
  100         0.48  0.000  0.153  0.2824    0.9294 .0000E+00 .2859E-01    1.0411 .2944E-01 .4446E-02    0.0004 .1761E-06 .1692E-0
  101         0.00  0.000  0.156  0.2517    0.8397 .0000E+00 .2839E-01    1.0271 .2904E-01 .4400E-02    0.0008 .3911E-06 .2369E-0
  102         0.00  0.000  0.147  0.2226    0.6920 .0000E+00 .2806E-01    1.0136 .2866E-01 .4355E-02    0.0008 .4353E-06 .2498E-0
  103         0.06  0.000  0.150  0.2030    0.5435 .0000E+00 .2773E-01    1.0004 .2829E-01 .4311E-02    0.0009 .4790E-06 .2620E-0
  104         0.00  0.000  0.156  0.1724    0.4055 .0000E+00 .2743E-01    0.9874 .2792E-01 .4268E-02    0.0009 .5222E-06 .2735E-0
  105         0.35  0.000  0.140  0.2052    0.1386 .0000E+00 .1353E-01    0.9612 .2718E-01 .4180E-02    0.0009 .5783E-06 .3608E-0
  106         0.00  0.000  0.116  0.1858    0.0000 .0000E+00 .0000E+00    0.9014 .2549E-01 .3977E-02    0.0010 .7013E-06 .3160E-0
  107         0.89  0.018  0.096  0.3151    0.0000 .0000E+00 .0000E+00    0.8247 .2332E-01 .3714E-02    0.0011 .8357E-06 .3448E-0
  108         0.30  0.000  0.097  0.3454    0.6376 .0000E+00 .2131E-01    0.7755 .2193E-01 .3542E-02    0.0012 .9236E-06 .3624E-0
  109         0.00  0.000  0.151  0.3153    1.4296 .0000E+00 .2969E-01    0.7730 .2186E-01 .3533E-02    0.0012 .9260E-06 .3629E-0
  110         0.00  0.000  0.180  0.2805    1.2523 .0000E+00 .2930E-01    0.7838 .2216E-01 .3571E-02    0.0012 .9053E-06 .3588E-0
  111         0.00  0.000  0.204  0.2416    1.0368 .0000E+00 .2882E-01    0.7926 .2241E-01 .3602E-02    0.0012 .8900E-06 .3558E-0
  112         0.00  0.000  0.170  0.2086    0.8604 .0000E+00 .2843E-01    0.7995 .2261E-01 .3626E-02    0.0012 .8793E-06 .3536E-0
  113         0.00  0.000  0.165  0.1765    0.6482 .0000E+00 .2797E-01    0.8048 .2276E-01 .3645E-02    0.0012 .8725E-06 .3523E-0
  114         0.00  0.000  0.168  0.1462    0.1765 .0000E+00 .1365E-01    0.7946 .2247E-01 .3609E-02    0.0006 .4459E-06 .2672E-0
  115         0.00  0.000  0.067  0.1350    0.0000 .0000E+00 .0000E+00    0.7487 .2117E-01 .3447E-02    0.0012 .9427E-06 .3681E-0
  116         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6846 .1936E-01 .3218E-02    0.0013 .1040E-05 .4855E-0
  117         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6259 .1770E-01 .3003E-02    0.0007 .5955E-06 .3080E-0
  118         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5720 .1617E-01 .2802E-02    0.0014 .1234E-05 .4210E-0
  119         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5226 .1478E-01 .2615E-02    0.0014 .1309E-05 .4333E-0
  120         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4774 .1350E-01 .2439E-02    0.0015 .1371E-05 .4432E-0
  121         0.20  0.000  0.021  0.1648    0.0000 .0000E+00 .0000E+00    0.4359 .1232E-01 .2275E-02    0.0015 .1421E-05 .4510E-0
  122         0.00  0.000  0.016  0.1621    0.0000 .0000E+00 .0000E+00    0.3979 .1125E-01 .2122E-02    0.0015 .1459E-05 .4567E-0
  123         0.00  0.000  0.024  0.1581    0.0000 .0000E+00 .0000E+00    0.3631 .1027E-01 .1978E-02    0.0015 .1477E-05 .5752E-0
  124         0.00  0.000  0.023  0.1543    0.0000 .0000E+00 .0000E+00    0.3313 .9366E-02 .1844E-02    0.0015 .1517E-05 .4637E-0
  125         0.00  0.000  0.027  0.1498    0.0000 .0000E+00 .0000E+00    0.3021 .8542E-02 .1718E-02    0.0015 .1523E-05 .4646E-0
  126         0.00  0.000  0.026  0.1455    0.0000 .0000E+00 .0000E+00    0.2754 .7787E-02 .1601E-02    0.0015 .1521E-05 .4643E-0
  127         0.53  0.000  0.029  0.2289    0.0000 .0000E+00 .0000E+00    0.2510 .7097E-02 .1491E-02    0.0015 .1513E-05 .4631E-0
  128         0.05  0.000  0.162  0.2103    0.0000 .0000E+00 .0000E+00    0.2287 .6465E-02 .1389E-02    0.0015 .1500E-05 .4610E-0
  129         0.03  0.000  0.032  0.2100    0.0000 .0000E+00 .0000E+00    0.2082 .5888E-02 .1293E-02    0.0015 .1481E-05 .4582E-0
  130         0.00  0.000  0.028  0.2052    0.0000 .0000E+00 .0000E+00    0.1896 .5360E-02 .1204E-02    0.0008 .7394E-06 .3422E-0
  131         0.18  0.000  0.032  0.2299    0.0000 .0000E+00 .0000E+00    0.1725 .4878E-02 .1120E-02    0.0015 .1433E-05 .5633E-0
  132         0.00  0.000  0.243  0.1894    0.0000 .0000E+00 .0000E+00    0.1569 .4437E-02 .1042E-02    0.0015 .1405E-05 .4463E-0
  133         0.23  0.000  0.034  0.2221    0.0000 .0000E+00 .0000E+00    0.1427 .4034E-02 .9691E-03    0.0015 .1375E-05 .4414E-0
  134         0.01  0.000  0.033  0.2183    0.0000 .0000E+00 .0000E+00    0.1297 .3666E-02 .9010E-03    0.0014 .1343E-05 .4363E-0
  135         0.01  0.000  0.032  0.2146    0.0000 .0000E+00 .0000E+00    0.1178 .3331E-02 .8374E-03    0.0014 .1310E-05 .4308E-0
  136         0.00  0.000  0.029  0.2098    0.0000 .0000E+00 .0000E+00    0.1070 .3025E-02 .7781E-03    0.0014 .1276E-05 .4252E-0
  137         0.52  0.000  0.032  0.2911    0.0000 .0000E+00 .0000E+00    0.0971 .2745E-02 .7227E-03    0.0014 .1241E-05 .4194E-0
  138         0.02  0.000  0.202  0.2607    0.0000 .0000E+00 .0000E+00    0.0881 .2491E-02 .6711E-03    0.0014 .1206E-05 .4135E-0
  139         0.00  0.000  0.179  0.2309    0.0005 .0000E+00 .0000E+00    0.0799 .2258E-02 .6229E-03    0.0013 .1171E-05 .4075E-0
  140         1.40  0.152  0.213  0.4021    0.1250 .0000E+00 .6909E-02    0.0792 .2241E-02 .6191E-03    0.0007 .5569E-06 .2990E-0
  141         0.66  0.050  0.162  0.4710    3.5652 .0000E+00 .3441E-01    0.1171 .3310E-02 .8306E-03    0.0013 .1003E-05 .3743E-0
  142         0.00  0.000  0.217  0.4286    4.8075 .0000E+00 .3716E-01    0.1985 .5612E-02 .1245E-02    0.0011 .7945E-06 .3302E-0
  143         0.00  0.000  0.242  0.3824    4.0022 .0000E+00 .3538E-01    0.2755 .7790E-02 .1601E-02    0.0010 .6037E-06 .2880E-0
  144         0.00  0.000  0.273  0.3312    3.2557 .0000E+00 .3373E-01    0.3415 .9655E-02 .1887E-02    0.0009 .4694E-06 .3163E-0
  145         0.00  0.000  0.236  0.2865    2.5566 .0000E+00 .3218E-01    0.3976 .1124E-01 .2120E-02    0.0007 .3488E-06 .2227E-0
  146         0.00  0.000  0.255  0.2389    1.8436 .0000E+00 .3061E-01    0.4451 .1258E-01 .2312E-02    0.0007 .2920E-06 .2038E-0
  147         0.00  0.000  0.231  0.1956    1.1429 .0000E+00 .2906E-01    0.4844 .1370E-01 .2467E-02    0.0006 .2524E-06 .1896E-0
  148         0.00  0.000  0.166  0.1633    0.5822 .0000E+00 .2782E-01    0.5167 .1461E-01 .2592E-02    0.0006 .2250E-06 .1790E-0
  149         0.00  0.000  0.098  0.1470    0.0239 .0000E+00 .0000E+00    0.5167 .1461E-01 .2592E-02    0.0006 .2309E-06 .1814E-0
  150         0.00  0.000  0.072  0.1350    0.0000 .0000E+00 .0000E+00    0.4719 .1334E-01 .2418E-02    0.0007 .2824E-06 .2005E-0
  151         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4309 .1218E-01 .2255E-02    0.0004 .1663E-06 .1631E-0
  152         0.48  0.000  0.032  0.2096    0.0000 .0000E+00 .0000E+00    0.3934 .1112E-01 .2103E-02    0.0007 .3623E-06 .2288E-0
  153         0.71  0.010  0.051  0.3178    0.0000 .0000E+00 .0000E+00    0.3590 .1015E-01 .1961E-02    0.0008 .4077E-06 .3038E-0
  154         0.00  0.000  0.250  0.2717    0.1310 .0000E+00 .2682E-01    0.3541 .1001E-01 .1940E-02    0.0008 .4266E-06 .2462E-0
  155         0.00  0.000  0.222  0.2301    0.2391 .0000E+00 .2706E-01    0.3930 .1111E-01 .2102E-02    0.0008 .3690E-06 .2291E-0
  156         0.00  0.000  0.269  0.1808    0.1091 .0000E+00 .2677E-01    0.4288 .1212E-01 .2246E-02    0.0007 .3232E-06 .2144E-0



  157         0.09  0.000  0.197  0.1618    0.0091 .0000E+00 .6637E-02    0.4410 .1247E-01 .2296E-02    0.0007 .3098E-06 .2100E-0
  158         0.00  0.000  0.108  0.1437    0.0000 .0000E+00 .0000E+00    0.4133 .1169E-01 .2184E-02    0.0007 .3445E-06 .2214E-0
  159         0.08  0.000  0.061  0.1469    0.0000 .0000E+00 .0000E+00    0.3772 .1067E-01 .2036E-02    0.0008 .3904E-06 .2356E-0
  160         0.10  0.000  0.044  0.1563    0.0000 .0000E+00 .0000E+00    0.3441 .9731E-02 .1898E-02    0.0008 .4330E-06 .2481E-0
  161         0.16  0.000  0.036  0.1769    0.0000 .0000E+00 .0000E+00    0.3139 .8875E-02 .1769E-02    0.0009 .4719E-06 .2589E-0
  162         0.00  0.000  0.052  0.1683    0.0000 .0000E+00 .0000E+00    0.2862 .8093E-02 .1649E-02    0.0009 .5068E-06 .2683E-0
  163         0.00  0.000  0.053  0.1594    0.0000 .0000E+00 .0000E+00    0.2609 .7376E-02 .1536E-02    0.0009 .5376E-06 .2763E-0
  164         0.00  0.000  0.044  0.1521    0.0000 .0000E+00 .0000E+00    0.2377 .6721E-02 .1431E-02    0.0005 .2842E-06 .2127E-0
  165         0.26  0.000  0.066  0.1844    0.0000 .0000E+00 .0000E+00    0.2165 .6122E-02 .1332E-02    0.0009 .5767E-06 .2873E-0
  166         0.19  0.000  0.067  0.2049    0.0000 .0000E+00 .0000E+00    0.1971 .5574E-02 .1240E-02    0.0010 .5969E-06 .2922E-0
  167         0.00  0.000  0.214  0.1692    0.0000 .0000E+00 .0000E+00    0.1794 .5073E-02 .1154E-02    0.0010 .6135E-06 .2961E-0
  168         0.00  0.000  0.080  0.1559    0.0000 .0000E+00 .0000E+00    0.1632 .4615E-02 .1074E-02    0.0010 .6267E-06 .2992E-0
  169         0.00  0.000  0.087  0.1415    0.0000 .0000E+00 .0000E+00    0.1484 .4197E-02 .9988E-03    0.0010 .6367E-06 .3015E-0
  170         0.00  0.000  0.033  0.1359    0.0000 .0000E+00 .0000E+00    0.1349 .3815E-02 .9287E-03    0.0010 .6439E-06 .3031E-0
  171         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.1226 .3467E-02 .8633E-03    0.0010 .6483E-06 .3041E-0
  172         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1113 .3148E-02 .8023E-03    0.0010 .6504E-06 .3045E-0
  173         0.59  0.000  0.067  0.2222    0.0000 .0000E+00 .0000E+00    0.1011 .2858E-02 .7453E-03    0.0010 .6503E-06 .3045E-0
  174         0.18  0.000  0.178  0.2226    0.0000 .0000E+00 .0000E+00    0.0917 .2594E-02 .6921E-03    0.0010 .6483E-06 .3040E-0
  175         0.20  0.000  0.227  0.2181    0.0000 .0000E+00 .0000E+00    0.0832 .2352E-02 .6425E-03    0.0010 .6446E-06 .3030E-0
  176         0.00  0.000  0.236  0.1787    0.0000 .0000E+00 .0000E+00    0.0754 .2132E-02 .5962E-03    0.0010 .6363E-06 .3766E-0
  177         0.00  0.000  0.241  0.1386    0.0000 .0000E+00 .0000E+00    0.0683 .1932E-02 .5531E-03    0.0010 .6335E-06 .2998E-0
  178         0.00  0.000  0.016  0.1359    0.0000 .0000E+00 .0000E+00    0.0619 .1750E-02 .5129E-03    0.0005 .3127E-06 .2240E-0
  179         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.0560 .1584E-02 .4754E-03    0.0010 .6168E-06 .2963E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0507 .1432E-02 .4404E-03    0.0010 .6074E-06 .2940E-0
  181         0.43  0.000  0.074  0.1944    0.0000 .0000E+00 .0000E+00    0.0458 .1295E-02 .4079E-03    0.0010 .5973E-06 .2915E-0
  182         0.09  0.000  0.099  0.1929    0.0000 .0000E+00 .0000E+00    0.0414 .1170E-02 .3776E-03    0.0010 .5867E-06 .2889E-0
  183         0.06  0.000  0.110  0.1846    0.0000 .0000E+00 .0000E+00    0.0374 .1057E-02 .3494E-03    0.0009 .5756E-06 .2861E-0
  184         0.00  0.000  0.122  0.1641    0.0000 .0000E+00 .0000E+00    0.0337 .9535E-03 .3231E-03    0.0009 .5642E-06 .2832E-0
  185         0.00  0.000  0.128  0.1428    0.0000 .0000E+00 .0000E+00    0.0304 .8599E-03 .2987E-03    0.0009 .5525E-06 .2803E-0
  186         0.05  0.000  0.061  0.1410    0.0000 .0000E+00 .0000E+00    0.0274 .7749E-03 .2760E-03    0.0009 .5406E-06 .2772E-0
  187         0.12  0.000  0.072  0.1489    0.0000 .0000E+00 .0000E+00    0.0247 .6979E-03 .2549E-03    0.0009 .5286E-06 .2741E-0
  188         0.00  0.000  0.053  0.1402    0.0000 .0000E+00 .0000E+00    0.0222 .6281E-03 .2352E-03    0.0009 .5165E-06 .2710E-0
  189         0.00  0.000  0.023  0.1364    0.0000 .0000E+00 .0000E+00    0.0200 .5648E-03 .2170E-03    0.0009 .5044E-06 .2678E-0
  190         1.39  0.122  0.135  0.3252    0.0000 .0000E+00 .0000E+00    0.0180 .5076E-03 .2000E-03    0.0009 .4923E-06 .2645E-0
  191         0.00  0.000  0.256  0.2790    0.5239 .0000E+00 .2106E-01    0.0370 .1046E-02 .3413E-03    0.0008 .4457E-06 .2497E-0
  192         0.44  0.000  0.279  0.3012    0.8258 .0000E+00 .2836E-01    0.0953 .2694E-02 .7100E-03    0.0007 .3401E-06 .2148E-0
  193         0.00  0.000  0.288  0.2486    0.6552 .0000E+00 .2798E-01    0.1597 .4517E-02 .1055E-02    0.0006 .2330E-06 .2194E-0
  194         0.00  0.000  0.235  0.2048    0.4873 .0000E+00 .2761E-01    0.2176 .6154E-02 .1337E-02    0.0005 .1370E-06 .1396E-0
  195         0.00  0.000  0.271  0.1563    0.1929 .0000E+00 .2032E-01    0.2627 .7428E-02 .1544E-02    0.0004 .9975E-07 .1192E-0
  196         0.00  0.000  0.128  0.1350    0.0000 .0000E+00 .0000E+00    0.2720 .7692E-02 .1586E-02    0.0002 .4704E-07 .8673E-0
  197         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2479 .7010E-02 .1477E-02    0.0004 .1065E-06 .1244E-0
  198         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2258 .6386E-02 .1376E-02    0.0004 .1258E-06 .1350E-0
  199         0.15  0.000  0.084  0.1460    0.0000 .0000E+00 .0000E+00    0.2057 .5815E-02 .1281E-02    0.0005 .1447E-06 .1446E-0
  200         0.22  0.000  0.089  0.1678    0.0000 .0000E+00 .0000E+00    0.1872 .5293E-02 .1192E-02    0.0005 .1627E-06 .1532E-0
  201         0.00  0.000  0.085  0.1536    0.0000 .0000E+00 .0000E+00    0.1703 .4817E-02 .1109E-02    0.0005 .1796E-06 .1608E-0
  202         0.06  0.000  0.103  0.1464    0.0000 .0000E+00 .0000E+00    0.1549 .4381E-02 .1032E-02    0.0005 .1954E-06 .2098E-0
  203         0.00  0.000  0.053  0.1376    0.0000 .0000E+00 .0000E+00    0.1409 .3983E-02 .9598E-03    0.0006 .2157E-06 .1751E-0
  204         0.00  0.000  0.012  0.1356    0.0000 .0000E+00 .0000E+00    0.1280 .3620E-02 .8923E-03    0.0003 .1148E-06 .1353E-0
  205         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1163 .3289E-02 .8293E-03    0.0006 .2351E-06 .2295E-0
  206         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1056 .2986E-02 .7705E-03    0.0006 .2501E-06 .1885E-0
  207         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0958 .2710E-02 .7157E-03    0.0006 .2590E-06 .1918E-0
  208         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0869 .2459E-02 .6645E-03    0.0006 .2666E-06 .1946E-0
  209         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0788 .2229E-02 .6167E-03    0.0007 .2731E-06 .1969E-0
  210         1.03  0.032  0.122  0.2809    0.0000 .0000E+00 .0000E+00    0.0714 .2020E-02 .5722E-03    0.0007 .2784E-06 .1988E-0
  211         0.79  0.053  0.187  0.3701    0.3937 .0000E+00 .1414E-01    0.0788 .2227E-02 .6156E-03    0.0006 .2596E-06 .1920E-0
  212         0.00  0.000  0.263  0.3212    1.9084 .0000E+00 .3075E-01    0.1246 .3523E-02 .8719E-03    0.0005 .1905E-06 .1645E-0
  213         0.00  0.000  0.268  0.2714    1.7585 .0000E+00 .3042E-01    0.1927 .5450E-02 .1218E-02    0.0004 .1173E-06 .1291E-0
  214         0.00  0.000  0.276  0.2206    1.4077 .0000E+00 .2964E-01    0.2537 .7174E-02 .1503E-02    0.0002 .3582E-07 .7567E-0
  215         0.00  0.000  0.247  0.1747    0.7738 .0000E+00 .2824E-01    0.3069 .8677E-02 .1739E-02    0.0003 .5371E-07 .8424E-0
  216         0.00  0.000  0.209  0.1386    0.1369 .0000E+00 .6860E-02    0.3320 .9387E-02 .1847E-02    0.0002 .3781E-07 .7204E-0
  217         0.19  0.000  0.104  0.1530    0.0000 .0000E+00 .0000E+00    0.3138 .8873E-02 .1769E-02    0.0002 .4077E-07 .7718E-0
  218         0.47  0.000  0.165  0.2039    0.0000 .0000E+00 .0000E+00    0.2861 .8090E-02 .1648E-02    0.0003 .5487E-07 .8984E-0
  219         0.00  0.000  0.213  0.1684    0.0000 .0000E+00 .0000E+00    0.2608 .7374E-02 .1536E-02    0.0003 .7189E-07 .1025E-0
  220         0.00  0.000  0.177  0.1388    0.0000 .0000E+00 .0000E+00    0.2376 .6719E-02 .1430E-02    0.0004 .8944E-07 .1433E-0
  221         0.00  0.000  0.018  0.1358    0.0000 .0000E+00 .0000E+00    0.2164 .6120E-02 .1332E-02    0.0004 .1133E-06 .1269E-0
  222         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.1971 .5572E-02 .1240E-02    0.0004 .1302E-06 .1361E-0
  223         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1794 .5071E-02 .1154E-02    0.0005 .1464E-06 .1443E-0
  224         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1632 .4614E-02 .1074E-02    0.0005 .1618E-06 .1516E-0
  225         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1484 .4196E-02 .9986E-03    0.0003 .8805E-07 .1188E-0
  226         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1349 .3814E-02 .9285E-03    0.0005 .1840E-06 .1626E-0
  227         0.07  0.000  0.035  0.1408    0.0000 .0000E+00 .0000E+00    0.1226 .3466E-02 .8631E-03    0.0005 .1964E-06 .1679E-0
  228         0.68  0.000  0.142  0.2305    0.0000 .0000E+00 .0000E+00    0.1113 .3147E-02 .8021E-03    0.0006 .2077E-06 .1725E-0
  229         0.02  0.000  0.194  0.2016    0.0000 .0000E+00 .0000E+00    0.1011 .2857E-02 .7451E-03    0.0006 .2178E-06 .2208E-0
  230         0.00  0.000  0.205  0.1673    0.0000 .0000E+00 .0000E+00    0.0917 .2593E-02 .6919E-03    0.0006 .2305E-06 .1809E-0
  231         0.00  0.000  0.132  0.1453    0.0000 .0000E+00 .0000E+00    0.0832 .2352E-02 .6423E-03    0.0006 .2379E-06 .1838E-0
  232         0.00  0.000  0.052  0.1366    0.0000 .0000E+00 .0000E+00    0.0754 .2132E-02 .5961E-03    0.0006 .2443E-06 .1863E-0
  233         0.04  0.000  0.040  0.1366    0.0000 .0000E+00 .0000E+00    0.0683 .1931E-02 .5529E-03    0.0003 .1256E-06 .1415E-0
  234         0.25  0.000  0.083  0.1645    0.0000 .0000E+00 .0000E+00    0.0619 .1749E-02 .5127E-03    0.0006 .2517E-06 .1895E-0
  235         0.00  0.000  0.073  0.1523    0.0000 .0000E+00 .0000E+00    0.0560 .1583E-02 .4753E-03    0.0006 .2555E-06 .1909E-0
  236         0.00  0.000  0.080  0.1390    0.0000 .0000E+00 .0000E+00    0.0506 .1432E-02 .4403E-03    0.0006 .2584E-06 .1920E-0
  237         0.00  0.000  0.018  0.1360    0.0000 .0000E+00 .0000E+00    0.0458 .1295E-02 .4078E-03    0.0006 .2606E-06 .1928E-0
  238         0.32  0.000  0.096  0.1733    0.0000 .0000E+00 .0000E+00    0.0414 .1170E-02 .3775E-03    0.0006 .2621E-06 .1933E-0
  239         1.80  0.331  0.203  0.3843    0.0000 .0000E+00 .0000E+00    0.0374 .1056E-02 .3493E-03    0.0006 .2629E-06 .2417E-0
  240         0.01  0.000  0.186  0.3497    2.1704 .0000E+00 .3133E-01    0.0648 .1832E-02 .5254E-03    0.0006 .2124E-06 .1737E-0
  241         0.02  0.000  0.159  0.3212    2.5869 .0000E+00 .3225E-01    0.1410 .3986E-02 .9584E-03    0.0002 .5865E-07 .9690E-0
  242         0.00  0.000  0.176  0.2866    2.2894 .0000E+00 .3159E-01    0.2113 .5974E-02 .1307E-02    0.0004 .8179E-07 .1029E-0
  243         0.10  0.000  0.124  0.2774    1.9459 .0000E+00 .3083E-01    0.2737 .7740E-02 .1593E-02    0.0003 .4250E-07 .9038E-0
  244         0.00  0.000  0.184  0.2418    1.6946 .0000E+00 .3028E-01    0.3291 .9306E-02 .1834E-02    0.0001 .1385E-07 .4453E-0
  245         0.36  0.000  0.178  0.2672    1.3190 .0000E+00 .2945E-01    0.3781 .1069E-01 .2040E-02    0.0001 .4908E-08 .2660E-0
  246         0.04  0.000  0.198  0.2362    0.9490 .0000E+00 .2863E-01    0.4208 .1190E-01 .2214E-02    0.0000 .1052E-08 .1242E-0
  247         0.33  0.000  0.130  0.2648    0.7869 .0000E+00 .2827E-01    0.4582 .1296E-01 .2364E-02    0.0000 .3316E-11 .6277E-0
  248         0.00  0.000  0.181  0.2300    0.6373 .0000E+00 .2794E-01    0.4916 .1390E-01 .2495E-02    0.0000 .1344E-10 .6914E-0
  249         0.00  0.000  0.167  0.1975    0.4829 .0000E+00 .2760E-01    0.5213 .1474E-01 .2610E-02    0.0000 .0000E+00 .0000E+0
  250         0.09  0.000  0.143  0.1841    0.3338 .0000E+00 .2727E-01    0.5476 .1548E-01 .2710E-02    0.0000 .0000E+00 .0000E+0
  251         0.00  0.000  0.171  0.1544    0.0882 .0000E+00 .7841E-02    0.5519 .1561E-01 .2727E-02    0.0000 .0000E+00 .0000E+0
  252         0.00  0.000  0.114  0.1354    0.0000 .0000E+00 .0000E+00    0.5168 .1461E-01 .2592E-02    0.0000 .5650E-11 .8010E-0



  253         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.4721 .1335E-01 .2418E-02    0.0000 .2044E-08 .1806E-0
  254         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.4310 .1219E-01 .2256E-02    0.0001 .9822E-08 .4980E-0
  255         0.32  0.000  0.068  0.1770    0.0000 .0000E+00 .0000E+00    0.3935 .1113E-01 .2103E-02    0.0002 .2682E-07 .6194E-0
  256         0.00  0.000  0.106  0.1593    0.0000 .0000E+00 .0000E+00    0.3590 .1015E-01 .1961E-02    0.0003 .4344E-07 .7875E-0
  257         0.00  0.000  0.122  0.1389    0.0000 .0000E+00 .0000E+00    0.3275 .9261E-02 .1828E-02    0.0003 .6206E-07 .9406E-0
  258         0.00  0.000  0.020  0.1355    0.0000 .0000E+00 .0000E+00    0.2987 .8445E-02 .1703E-02    0.0004 .8187E-07 .1080E-0
  259         0.22  0.000  0.083  0.1583    0.0000 .0000E+00 .0000E+00    0.2723 .7699E-02 .1587E-02    0.0002 .5109E-07 .9039E-0
  260         0.00  0.000  0.059  0.1483    0.0000 .0000E+00 .0000E+00    0.2481 .7016E-02 .1478E-02    0.0004 .1149E-06 .1292E-0
  261         0.00  0.000  0.069  0.1368    0.0000 .0000E+00 .0000E+00    0.2260 .6392E-02 .1377E-02    0.0005 .1349E-06 .1398E-0
  262         0.00  0.000  0.008  0.1354    0.0000 .0000E+00 .0000E+00    0.2058 .5820E-02 .1282E-02    0.0005 .1542E-06 .1492E-0
  263         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1874 .5298E-02 .1193E-02    0.0005 .1726E-06 .1577E-0
  264         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1705 .4821E-02 .1110E-02    0.0005 .1898E-06 .2069E-0
  265         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1551 .4385E-02 .1033E-02    0.0006 .2120E-06 .1736E-0
  266         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1410 .3987E-02 .9605E-03    0.0006 .2263E-06 .1793E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1282 .3624E-02 .8930E-03    0.0006 .2392E-06 .1843E-0
  268         0.19  0.000  0.061  0.1564    0.0000 .0000E+00 .0000E+00    0.1164 .3292E-02 .8299E-03    0.0006 .2506E-06 .1887E-0
  269         0.04  0.000  0.049  0.1550    0.0000 .0000E+00 .0000E+00    0.1057 .2989E-02 .7711E-03    0.0006 .2608E-06 .1924E-0
  270         1.19  0.078  0.078  0.3275    0.0000 .0000E+00 .0000E+00    0.0959 .2713E-02 .7162E-03    0.0006 .2695E-06 .1956E-0
  271         0.21  0.000  0.092  0.3436    0.7284 .0000E+00 .2151E-01    0.1084 .3065E-02 .7849E-03    0.0006 .2451E-06 .1866E-0
  272         0.00  0.000  0.102  0.3217    1.2935 .0000E+00 .2939E-01    0.1621 .4583E-02 .1067E-02    0.0005 .1732E-06 .1569E-0
  273         0.00  0.000  0.096  0.3007    1.3264 .0000E+00 .2946E-01    0.2239 .6331E-02 .1366E-02    0.0002 .5634E-07 .9494E-0
  274         0.02  0.000  0.081  0.2858    1.1667 .0000E+00 .2911E-01    0.2801 .7921E-02 .1622E-02    0.0004 .8708E-07 .1079E-0
  275         0.75  0.007  0.080  0.3915    1.1493 .0000E+00 .2907E-01    0.3310 .9359E-02 .1843E-02    0.0003 .5588E-07 .1067E-0
  276         0.00  0.000  0.082  0.3725    2.6464 .0000E+00 .3238E-01    0.3808 .1077E-01 .2051E-02    0.0002 .2745E-07 .6265E-0
  277         0.00  0.000  0.061  0.3569    2.5791 .0000E+00 .3223E-01    0.4315 .1220E-01 .2258E-02    0.0001 .1417E-07 .4510E-0
  278         0.00  0.000  0.077  0.3388    2.3762 .0000E+00 .3179E-01    0.4773 .1350E-01 .2439E-02    0.0000 .3268E-08 .2267E-0
  279         0.00  0.000  0.068  0.3222    2.1701 .0000E+00 .3133E-01    0.5181 .1465E-01 .2598E-02    0.0001 .4108E-08 .2215E-0
  280         0.00  0.000  0.052  0.3084    1.9601 .0000E+00 .3087E-01    0.5543 .1567E-01 .2736E-02    0.0001 .1469E-08 .1269E-0
  281         0.00  0.000  0.053  0.2945    1.8102 .0000E+00 .3053E-01    0.5864 .1658E-01 .2857E-02    0.0000 .3598E-09 .5556E-0
  282         0.00  0.000  0.053  0.2806    1.6486 .0000E+00 .3018E-01    0.6149 .1739E-01 .2963E-02    0.0000 .6558E-10 .1924E-0
  283         0.00  0.000  0.069  0.2642    1.4863 .0000E+00 .2982E-01    0.6402 .1810E-01 .3056E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.068  0.2481    1.3201 .0000E+00 .2945E-01    0.6623 .1873E-01 .3137E-02    0.0000 .0000E+00 .0000E+0
  285         0.00  0.000  0.084  0.2292    1.1522 .0000E+00 .2908E-01    0.6817 .1928E-01 .3207E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.079  0.2113    0.9499 .0000E+00 .2863E-01    0.6984 .1975E-01 .3268E-02    0.0000 .0000E+00 .0000E+0
  287         0.00  0.000  0.075  0.1941    0.8088 .0000E+00 .2832E-01    0.7127 .2015E-01 .3319E-02    0.0000 .0000E+00 .0000E+0
  288         0.00  0.000  0.085  0.1752    0.6096 .0000E+00 .2788E-01    0.7249 .2050E-01 .3363E-02    0.0000 .3139E-11 .8948E-0
  289         0.00  0.000  0.092  0.1565    0.2194 .0000E+00 .2038E-01    0.7279 .2058E-01 .3373E-02    0.0000 .2731E-09 .6403E-0
  290         0.00  0.000  0.065  0.1457    0.0000 .0000E+00 .0000E+00    0.6984 .1975E-01 .3267E-02    0.0001 .3007E-08 .2176E-0
  291         0.12  0.000  0.080  0.1523    0.0000 .0000E+00 .0000E+00    0.6385 .1805E-01 .3049E-02    0.0001 .1513E-07 .6199E-0
  292         0.00  0.000  0.053  0.1434    0.0000 .0000E+00 .0000E+00    0.5835 .1650E-01 .2846E-02    0.0001 .2201E-07 .6007E-0
  293         0.00  0.000  0.030  0.1385    0.0000 .0000E+00 .0000E+00    0.5332 .1508E-01 .2655E-02    0.0003 .6502E-07 .9854E-0
  294         0.00  0.000  0.016  0.1358    0.0000 .0000E+00 .0000E+00    0.4870 .1377E-01 .2477E-02    0.0004 .9829E-07 .1205E-0
  295         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.4448 .1258E-01 .2310E-02    0.0004 .1343E-06 .1403E-0
  296         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.4060 .1148E-01 .2155E-02    0.0005 .1715E-06 .1581E-0
  297         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3706 .1048E-01 .2009E-02    0.0006 .2088E-06 .1741E-0
  298         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3381 .9559E-02 .1873E-02    0.0006 .2452E-06 .2363E-0
  299         0.18  0.000  0.039  0.1584    0.0000 .0000E+00 .0000E+00    0.3083 .8718E-02 .1745E-02    0.0007 .2930E-06 .2041E-0
  300         0.00  0.000  0.018  0.1554    0.0000 .0000E+00 .0000E+00    0.2811 .7949E-02 .1626E-02    0.0007 .3251E-06 .2149E-0
  301         0.00  0.000  0.032  0.1501    0.0000 .0000E+00 .0000E+00    0.2562 .7245E-02 .1515E-02    0.0007 .3546E-06 .2245E-0
  302         0.00  0.000  0.029  0.1453    0.0000 .0000E+00 .0000E+00    0.2334 .6601E-02 .1411E-02    0.0008 .3814E-06 .2328E-0
  303         0.00  0.000  0.026  0.1409    0.0000 .0000E+00 .0000E+00    0.2126 .6011E-02 .1314E-02    0.0008 .4053E-06 .2399E-0
  304         0.00  0.000  0.024  0.1368    0.0000 .0000E+00 .0000E+00    0.1936 .5473E-02 .1223E-02    0.0004 .2146E-06 .1849E-0
  305         0.19  0.000  0.042  0.1615    0.0000 .0000E+00 .0000E+00    0.1762 .4981E-02 .1138E-02    0.0008 .4366E-06 .2500E-0
  306         0.37  0.000  0.041  0.2163    0.0000 .0000E+00 .0000E+00    0.1602 .4531E-02 .1059E-02    0.0008 .4530E-06 .3182E-0
  307         0.00  0.000  0.037  0.2102    0.0000 .0000E+00 .0000E+00    0.1457 .4120E-02 .9848E-03    0.0009 .4734E-06 .2592E-0
  308         0.00  0.000  0.054  0.2011    0.0000 .0000E+00 .0000E+00    0.1325 .3745E-02 .9157E-03    0.0009 .4840E-06 .2621E-0
  309         0.00  0.000  0.048  0.1931    0.0000 .0000E+00 .0000E+00    0.1203 .3403E-02 .8512E-03    0.0009 .4923E-06 .2643E-0
  310         0.00  0.000  0.060  0.1830    0.0000 .0000E+00 .0000E+00    0.1093 .3090E-02 .7909E-03    0.0009 .4985E-06 .2660E-0
  311         0.16  0.000  0.063  0.1993    0.0000 .0000E+00 .0000E+00    0.0992 .2805E-02 .7347E-03    0.0004 .2535E-06 .2008E-0
  312         0.00  0.000  0.060  0.1893    0.0000 .0000E+00 .0000E+00    0.0900 .2545E-02 .6822E-03    0.0009 .5022E-06 .2676E-0
  313         0.00  0.000  0.064  0.1787    0.0000 .0000E+00 .0000E+00    0.0816 .2308E-02 .6333E-03    0.0009 .5037E-06 .2680E-0
  314         0.04  0.000  0.072  0.1734    0.0000 .0000E+00 .0000E+00    0.0740 .2092E-02 .5876E-03    0.0009 .5037E-06 .2679E-0
  315         0.00  0.000  0.051  0.1648    0.0000 .0000E+00 .0000E+00    0.0670 .1895E-02 .5451E-03    0.0009 .5023E-06 .2675E-0
  316         0.00  0.000  0.061  0.1546    0.0000 .0000E+00 .0000E+00    0.0607 .1716E-02 .5054E-03    0.0009 .4975E-06 .3330E-0
  317         0.00  0.000  0.053  0.1458    0.0000 .0000E+00 .0000E+00    0.0549 .1553E-02 .4684E-03    0.0004 .2507E-06 .1996E-0
  318         0.25  0.000  0.065  0.1766    0.0000 .0000E+00 .0000E+00    0.0497 .1405E-02 .4340E-03    0.0009 .4916E-06 .2646E-0
  319         0.00  0.000  0.041  0.1697    0.0000 .0000E+00 .0000E+00    0.0449 .1270E-02 .4019E-03    0.0009 .4863E-06 .2631E-0
  320         0.94  0.025  0.055  0.3130    0.0000 .0000E+00 .0000E+00    0.0406 .1147E-02 .3720E-03    0.0009 .4802E-06 .3263E-0
  321         0.00  0.000  0.031  0.3043    0.3054 .0000E+00 .2057E-01    0.0571 .1613E-02 .4794E-03    0.0008 .4260E-06 .2459E-0
  322  *      0.00  0.000  0.027  0.2953    0.5211 .0000E+00 .2768E-01    0.1121 .3169E-02 .8045E-03    0.0007 .3106E-06 .2100E-0
  323         0.00  0.000  0.035  0.2849    0.5226 .0000E+00 .2769E-01    0.1737 .4912E-02 .1125E-02    0.0006 .2180E-06 .1760E-0
  324         0.00  0.000  0.036  0.2743    0.4335 .0000E+00 .2749E-01    0.2298 .6498E-02 .1394E-02    0.0005 .1549E-06 .1484E-0
  325         0.00  0.000  0.038  0.2635    0.3020 .0000E+00 .2720E-01    0.2805 .7930E-02 .1623E-02    0.0004 .1111E-06 .1258E-0
  326         0.07  0.000  0.062  0.2605    0.1745 .0000E+00 .2692E-01    0.3261 .9220E-02 .1822E-02    0.0004 .8043E-07 .1071E-0
  327         0.09  0.000  0.056  0.2627    0.0481 .0000E+00 .1998E-01    0.3605 .1019E-01 .1967E-02    0.0003 .6237E-07 .9432E-0
  328         0.35  0.000  0.054  0.3120    0.0000 .0000E+00 .0000E+00    0.3610 .1021E-01 .1969E-02    0.0002 .3244E-07 .7196E-0
  329         0.00  0.000  0.032  0.3032    0.4870 .0000E+00 .2098E-01    0.3502 .9901E-02 .1924E-02    0.0003 .7091E-07 .1011E-0
  330         0.00  0.000  0.042  0.2916    0.5444 .0000E+00 .2774E-01    0.3807 .1076E-01 .2051E-02    0.0003 .6509E-07 .9471E-0
  331         0.00  0.000  0.045  0.2795    0.4766 .0000E+00 .2759E-01    0.4193 .1186E-01 .2209E-02    0.0003 .4976E-07 .8221E-0
  332         0.00  0.000  0.040  0.2683    0.3488 .0000E+00 .2730E-01    0.4542 .1284E-01 .2348E-02    0.0002 .3700E-07 .7092E-0
  333         0.00  0.000  0.031  0.2586    0.2180 .0000E+00 .2701E-01    0.4855 .1373E-01 .2471E-02    0.0002 .2810E-07 .6186E-0
  334         0.00  0.000  0.031  0.2490    0.0895 .0000E+00 .2673E-01    0.5133 .1451E-01 .2579E-02    0.0002 .2199E-07 .5480E-0
  335         0.00  0.000  0.037  0.2426    0.0024 .0000E+00 .1833E-02    0.5137 .1452E-01 .2580E-02    0.0002 .2262E-07 .7120E-0
  336  *      0.00  0.000  0.029  0.2378    0.0000 .0000E+00 .0000E+00    0.4721 .1335E-01 .2419E-02    0.0003 .4218E-07 .7768E-0
  337         0.00  0.000  0.031  0.2327    0.0000 .0000E+00 .0000E+00    0.4311 .1219E-01 .2256E-02    0.0003 .6621E-07 .9722E-0
  338         0.00  0.000  0.033  0.2272    0.0000 .0000E+00 .0000E+00    0.3935 .1113E-01 .2104E-02    0.0002 .4634E-07 .8602E-0
  339  *      0.00  0.000  0.026  0.2228    0.0000 .0000E+00 .0000E+00    0.3591 .1015E-01 .1961E-02    0.0004 .1103E-06 .1271E-0
  340         0.00  0.000  0.032  0.2175    0.0000 .0000E+00 .0000E+00    0.3276 .9262E-02 .1828E-02    0.0005 .1383E-06 .1419E-0
  341  *      0.00  0.000  0.028  0.2128    0.0000 .0000E+00 .0000E+00    0.2987 .8446E-02 .1704E-02    0.0005 .1662E-06 .1553E-0
  342  *      0.00  0.000  0.028  0.2081    0.0000 .0000E+00 .0000E+00    0.2723 .7700E-02 .1587E-02    0.0005 .1934E-06 .1672E-0
  343  *      0.00  0.000  0.025  0.2040    0.0000 .0000E+00 .0000E+00    0.2482 .7017E-02 .1479E-02    0.0006 .2194E-06 .1779E-0
  344  *      0.28  0.000  0.028  0.2073    0.0000 .0000E+00 .0000E+00    0.2261 .6392E-02 .1377E-02    0.0006 .2439E-06 .1874E-0
  345  *      0.00  0.000  0.028  0.2106    0.0000 .0000E+00 .0000E+00    0.2059 .5821E-02 .1282E-02    0.0006 .2666E-06 .2451E-0
  346  *      0.00  0.000  0.035  0.2139    0.0000 .0000E+00 .0000E+00    0.1874 .5299E-02 .1193E-02    0.0007 .2956E-06 .2049E-0
  347         0.18  0.000  0.004  0.2649    0.0000 .0000E+00 .0000E+00    0.1705 .4822E-02 .1110E-02    0.0007 .3138E-06 .2111E-0
  348  *      0.25  0.000  0.034  0.2682    0.0000 .0000E+00 .0000E+00    0.1551 .4386E-02 .1033E-02    0.0007 .3300E-06 .2165E-0



  349         0.00  0.000  0.022  0.2973    0.0000 .0000E+00 .0000E+00    0.1410 .3988E-02 .9606E-03    0.0007 .3442E-06 .2211E-0
  350  *      0.00  0.000  0.026  0.2923    0.0050 .0000E+00 .4143E-02    0.1323 .3740E-02 .9149E-03    0.0007 .3497E-06 .2228E-0
  351  *      0.00  0.000  0.000  0.2890    0.0213 .0000E+00 .1995E-01    0.1466 .4146E-02 .9891E-03    0.0007 .3187E-06 .2127E-0
  352  *      0.00  0.000  0.000  0.2845    0.0540 .0000E+00 .2665E-01    0.1918 .5423E-02 .1214E-02    0.0006 .2496E-06 .1883E-0
  353  *      0.02  0.000  0.020  0.2817    0.0258 .0000E+00 .1716E-01    0.2344 .6628E-02 .1415E-02    0.0006 .1965E-06 .1672E-0
  354  *      0.00  0.000  0.000  0.2817    0.0000 .0000E+00 .0000E+00    0.2411 .6816E-02 .1446E-02    0.0005 .1883E-06 .1636E-0
  355  *      0.07  0.000  0.029  0.2849    0.0000 .0000E+00 .0000E+00    0.2196 .6209E-02 .1347E-02    0.0006 .2104E-06 .1729E-0
  356  *      0.00  0.000  0.042  0.2807    0.0038 .0000E+00 .4891E-02    0.2048 .5791E-02 .1277E-02    0.0006 .2253E-06 .1790E-0
  357         1.74  0.381  0.058  0.4950    1.1442 .0000E+00 .1580E-01    0.2100 .5937E-02 .1301E-02    0.0006 .2166E-06 .1755E-0
  358         0.00  0.000  0.042  0.4814    5.6915 .0000E+00 .3912E-01    0.2554 .7221E-02 .1510E-02    0.0005 .1669E-06 .1541E-0
  359         0.00  0.000  0.041  0.4683    5.3404 .0000E+00 .3834E-01    0.3336 .9434E-02 .1853E-02    0.0004 .1018E-06 .1204E-0
  360         0.00  0.000  0.041  0.4552    4.9972 .0000E+00 .3758E-01    0.4033 .1140E-01 .2143E-02    0.0003 .6119E-07 .9346E-0
  361         0.00  0.000  0.035  0.4433    4.7100 .0000E+00 .3695E-01    0.4652 .1315E-01 .2391E-02    0.0002 .3598E-07 .7177E-0
  362         0.00  0.000  0.040  0.4305    4.4423 .0000E+00 .3635E-01    0.5203 .1471E-01 .2606E-02    0.0002 .2059E-07 .5439E-0
  363         0.10  0.000  0.047  0.4334    4.1737 .0000E+00 .3576E-01    0.5692 .1610E-01 .2792E-02    0.0001 .1145E-07 .4066E-0
  364         0.00  0.000  0.033  0.4220    3.9998 .0000E+00 .3538E-01    0.6128 .1733E-01 .2955E-02    0.0001 .6201E-08 .3004E-0
  365  *      0.00  0.000  0.028  0.4115    3.8172 .0000E+00 .3497E-01    0.6516 .1843E-01 .3098E-02    0.0001 .3298E-08 .2201E-0
  366  *      0.00  0.000  0.030  0.4007    3.6130 .0000E+00 .3452E-01    0.6862 .1940E-01 .3223E-02    0.0001 .1793E-08 .1632E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    4
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.82    3.24    3.61    2.55    4.12    3.08
                                  4.31    3.97    3.02    1.24    2.27    2.64
 
 RUNOFF                           2.717   1.689   0.484   0.018   0.203   0.010
                                  0.208   0.331   0.078   0.007   0.025   0.381
 
 EVAPOTRANSPIRATION               0.526   1.164   2.234   3.242   3.381   3.083
                                  3.431   3.595   2.392   1.537   1.422   0.893
 
 PERCOLATION/LEAKAGE THROUGH      0.0000  0.4750  1.1652  0.5877  0.2673  0.0873
   LAYER  2                       0.2006  0.2210  0.2865  0.4419  0.3367  0.4176
 
 LATERAL DRAINAGE COLLECTED       0.0600  0.1760  0.8827  0.7378  0.2349  0.1741
   FROM LAYER  3                  0.1038  0.1413  0.2543  0.4214  0.1795  0.2818
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0162  0.0321  0.1342  0.1155  0.0473  0.0369
   LAYER  4                       0.0249  0.0319  0.0501  0.0751  0.0373  0.0548
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0785  0.0349  0.0032  0.0884  0.1131  0.0830
   LAYER  7                       0.0616  0.0445  0.0299  0.0291  0.0574  0.0440
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.000   1.719   5.001   0.961   0.707   0.016
   TOP OF LAYER  2                0.218   0.420   0.304   0.738   0.149   1.356
 
 STD. DEVIATION OF DAILY          0.000   1.887   0.600   1.051   1.397   0.052
   HEAD ON TOP OF LAYER  2        0.486   0.826   0.476   0.922   0.205   2.107
 
 AVERAGE DAILY HEAD ON            0.068   0.215   1.007   0.870   0.268   0.205
   TOP OF LAYER  4                0.118   0.161   0.300   0.481   0.212   0.322
 
 STD. DEVIATION OF DAILY          0.057   0.269   0.122   0.206   0.143   0.134
   HEAD ON TOP OF LAYER  4        0.079   0.097   0.151   0.177   0.161   0.160
 
 AVERAGE DAILY HEAD ON            0.001   0.000   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.001   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    4
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           36.87         334595.281    100.00
 
   RUNOFF                                   6.149         55805.734     16.68
 



   EVAPOTRANSPIRATION                      26.900        244118.875     72.96
 
   PERC./LEAKAGE THROUGH LAYER  2           4.486932      40718.910     12.17
 
   AVG. HEAD ON TOP OF LAYER  2             0.9657
 
   DRAINAGE COLLECTED FROM LAYER  3         3.6476        33101.996      9.89
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.656256       5955.522      1.78
 
   AVG. HEAD ON TOP OF LAYER  4             0.3522
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.061      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.667535       6057.881      1.81
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                 -0.495         -4490.338     -1.34
 
   SOIL WATER AT START OF YEAR            284.851       2585019.500
 
   SOIL WATER AT END OF YEAR              285.092       2587205.500
 
   SNOW WATER AT START OF YEAR              0.736          6676.281      2.00
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.058      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    5
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.31  0.000  0.051  0.4381    3.5710 .0000E+00 .3443E-01    0.7171 .2028E-01 .3334E-02    0.0000 .1058E-08 .1261E-0
    2         0.13  0.000  0.056  0.4444    4.2754 .0000E+00 .3598E-01    0.7468 .2112E-01 .3440E-02    0.0000 .3085E-09 .6656E-0
    3         0.00  0.000  0.039  0.4319    4.2867 .0000E+00 .3601E-01    0.7766 .2196E-01 .3546E-02    0.0000 .5757E-09 .8211E-0
    4  *      0.00  0.000  0.029  0.4212    4.0539 .0000E+00 .3550E-01    0.8034 .2272E-01 .3640E-02    0.0000 .4310E-09 .7218E-0
    5  *      0.00  0.000  0.000  0.4153    3.8513 .0000E+00 .3505E-01    0.8267 .2338E-01 .3721E-02    0.0000 .6263E-09 .1081E-0
    6  *      0.19  0.000  0.044  0.4128    3.7178 .0000E+00 .3475E-01    0.8471 .2395E-01 .3792E-02    0.0000 .7533E-09 .1069E-0
    7         0.02  0.000  0.042  0.4245    3.5839 .0000E+00 .3446E-01    0.8651 .2446E-01 .3853E-02    0.0000 .1370E-08 .1437E-0
    8         0.00  0.000  0.048  0.4107    3.6916 .0000E+00 .3469E-01    0.8813 .2492E-01 .3909E-02    0.0001 .2397E-08 .1894E-0
    9         0.00  0.000  0.050  0.3966    3.5300 .0000E+00 .3434E-01    0.8962 .2534E-01 .3960E-02    0.0001 .3945E-08 .2421E-0
   10  *      0.00  0.000  0.034  0.3853    3.3059 .0000E+00 .3384E-01    0.9089 .2570E-01 .4003E-02    0.0001 .6293E-08 .3047E-0
   11         0.00  0.000  0.041  0.3728    3.0954 .0000E+00 .3338E-01    0.9192 .2599E-01 .4038E-02    0.0001 .9675E-08 .3768E-0
   12  *      0.19  0.000  0.035  0.3706    2.9034 .0000E+00 .3295E-01    0.9275 .2622E-01 .4066E-02    0.0001 .1428E-07 .4568E-0
   13  *      0.21  0.000  0.028  0.3685    2.7521 .0000E+00 .3262E-01    0.9341 .2641E-01 .4088E-02    0.0002 .2026E-07 .5430E-0
   14  *      0.15  0.000  0.000  0.3664    2.6119 .0000E+00 .3231E-01    0.9393 .2656E-01 .4106E-02    0.0002 .2772E-07 .6342E-0
   15  *      0.00  0.000  0.031  0.3643    2.5033 .0000E+00 .3207E-01    0.9433 .2667E-01 .4120E-02    0.0002 .3672E-07 .7290E-0
   16  *  *   0.00  0.000  0.022  0.3594    1.3089 .0000E+00 .2943E-01    0.9440 .2669E-01 .4122E-02    0.0003 .4820E-07 .8343E-0
   17  *  *   0.00  0.000  0.028  0.3547    0.8153 .0000E+00 .2833E-01    0.9393 .2656E-01 .4106E-02    0.0003 .6340E-07 .9558E-0
   18  *  *   0.13  0.000  0.028  0.3500    0.6853 .0000E+00 .2805E-01    0.9329 .2638E-01 .4085E-02    0.0004 .8111E-07 .1080E-0
   19  *  *   0.41  0.000  0.025  0.3454    0.5565 .0000E+00 .2776E-01    0.9264 .2619E-01 .4062E-02    0.0004 .1006E-06 .1202E-0
   20  *  *   0.63  0.000  0.022  0.3408    0.4290 .0000E+00 .2748E-01    0.9196 .2600E-01 .4039E-02    0.0002 .5867E-07 .9823E-0
   21  *  *   0.00  0.000  0.025  0.3363    0.3029 .0000E+00 .2720E-01    0.9127 .2581E-01 .4016E-02    0.0005 .1380E-06 .1409E-0
   22  *  *   0.70  0.000  0.000  0.3318    0.1780 .0000E+00 .2693E-01    0.9056 .2560E-01 .3992E-02    0.0005 .1638E-06 .1920E-0
   23     *   0.00  0.000  0.000  0.3281    0.0544 .0000E+00 .2182E-01    0.8935 .2526E-01 .3951E-02    0.0005 .1967E-06 .1678E-0
   24     *   0.00  0.000  0.042  0.3281    0.0000 .0000E+00 .0000E+00    0.8526 .2411E-01 .3810E-02    0.0006 .2512E-06 .1895E-0
   25     *   0.00  0.004  0.033  0.3406    0.0000 .0000E+00 .0000E+00    0.7799 .2205E-01 .3557E-02    0.0007 .3418E-06 .2208E-0
   26     *   0.31  1.536  0.000  0.3942    0.0000 .0000E+00 .0000E+00    0.7132 .2017E-01 .3321E-02    0.0008 .4335E-06 .2485E-0
   27     *   0.00  0.266  0.024  0.4117    0.0000 .0000E+00 .0000E+00    0.6521 .1844E-01 .3099E-02    0.0009 .5231E-06 .2729E-0
   28     *   0.00  0.000  0.000  0.4117    0.0000 .0000E+00 .0000E+00    0.5961 .1685E-01 .2892E-02    0.0010 .6084E-06 .2941E-0
   29     *   1.14  1.047  0.009  0.4257    0.0000 .0000E+00 .0000E+00    0.5447 .1540E-01 .2699E-02    0.0010 .6875E-06 .3126E-0
   30     *   0.00  0.000  0.000  0.4257    0.0000 .0000E+00 .0000E+00    0.4976 .1407E-01 .2518E-02    0.0011 .7593E-06 .3284E-0
   31     *   0.23  0.170  0.009  0.4340    0.0000 .0000E+00 .0000E+00    0.4544 .1285E-01 .2349E-02    0.0011 .8233E-06 .3419E-0
   32     *   0.32  0.268  0.009  0.4412    0.0000 .0000E+00 .0000E+00    0.4149 .1173E-01 .2190E-02    0.0012 .8791E-06 .3533E-0
   33     *   0.00  0.000  0.000  0.4412    0.0000 .0000E+00 .0000E+00    0.3786 .1071E-01 .2042E-02    0.0012 .9269E-06 .3627E-0
   34     *   0.00  0.000  0.000  0.4412    0.0000 .0000E+00 .0000E+00    0.3455 .9768E-02 .1904E-02    0.0012 .9667E-06 .3704E-0
   35  *  *   0.38  0.000  0.040  0.4412    0.0000 .0000E+00 .0000E+00    0.3151 .8910E-02 .1775E-02    0.0012 .9989E-06 .3765E-0
   36  *  *   0.00  0.000  0.036  0.4412    0.0000 .0000E+00 .0000E+00    0.2873 .8124E-02 .1654E-02    0.0013 .1024E-05 .3812E-0



   37  *  *   0.38  0.000  0.035  0.4412    0.0000 .0000E+00 .0000E+00    0.2619 .7405E-02 .1541E-02    0.0013 .1043E-05 .3846E-0
   38  *  *   0.06  0.000  0.035  0.4412    0.0000 .0000E+00 .0000E+00    0.2386 .6747E-02 .1435E-02    0.0013 .1056E-05 .3869E-0
   39  *  *   0.00  0.000  0.036  0.4412    0.0000 .0000E+00 .0000E+00    0.2173 .6146E-02 .1336E-02    0.0013 .1063E-05 .3883E-0
   40  *  *   0.00  0.000  0.025  0.4412    0.0000 .0000E+00 .0000E+00    0.1979 .5595E-02 .1244E-02    0.0013 .1065E-05 .3887E-0
   41  *  *   0.00  0.000  0.026  0.4412    0.0000 .0000E+00 .0000E+00    0.1801 .5093E-02 .1158E-02    0.0013 .1064E-05 .3884E-0
   42  *  *   0.07  0.000  0.027  0.4412    0.0000 .0000E+00 .0000E+00    0.1639 .4633E-02 .1077E-02    0.0013 .1058E-05 .3874E-0
   43  *  *   0.00  0.000  0.029  0.4412    0.0000 .0000E+00 .0000E+00    0.1490 .4214E-02 .1002E-02    0.0013 .1050E-05 .3858E-0
   44  *  *   0.31  0.000  0.029  0.4412    0.0000 .0000E+00 .0000E+00    0.1355 .3830E-02 .9316E-03    0.0013 .1038E-05 .3837E-0
   45  *  *   0.00  0.000  0.028  0.4412    0.0000 .0000E+00 .0000E+00    0.1231 .3480E-02 .8660E-03    0.0013 .1024E-05 .3811E-0
   46  *  *   0.15  0.000  0.030  0.4412    0.0000 .0000E+00 .0000E+00    0.1118 .3161E-02 .8047E-03    0.0006 .5103E-06 .2845E-0
   47  *  *   0.01  0.000  0.028  0.4412    0.0000 .0000E+00 .0000E+00    0.1015 .2870E-02 .7476E-03    0.0012 .9915E-06 .3757E-0
   48  *  *   0.00  0.000  0.039  0.4412    0.0000 .0000E+00 .0000E+00    0.0921 .2604E-02 .6942E-03    0.0012 .9675E-06 .4642E-0
   49     *   0.00  0.134  0.026  0.4432    0.0000 .0000E+00 .0000E+00    0.0835 .2362E-02 .6445E-03    0.0012 .9521E-06 .3674E-0
   50     *   0.59  1.092  0.000  0.4498    0.0000 .0000E+00 .0000E+00    0.0757 .2141E-02 .5981E-03    0.0012 .9313E-06 .3634E-0
   51     *   0.00  0.146  0.057  0.4498    0.0000 .0000E+00 .0000E+00    0.0686 .1940E-02 .5548E-03    0.0012 .9098E-06 .3592E-0
   52     *   0.00  0.000  0.000  0.4498    0.0000 .0000E+00 .0000E+00    0.0621 .1757E-02 .5145E-03    0.0012 .8879E-06 .3548E-0
   53     *   0.00  0.000  0.000  0.4498    0.0000 .0000E+00 .0000E+00    0.0562 .1590E-02 .4769E-03    0.0012 .8657E-06 .3504E-0
   54     *   0.08  0.055  0.008  0.4526    0.0000 .0000E+00 .0000E+00    0.0509 .1438E-02 .4418E-03    0.0011 .8434E-06 .3458E-0
   55     *   0.08  0.057  0.008  0.4552    0.0000 .0000E+00 .0000E+00    0.0460 .1301E-02 .4092E-03    0.0011 .8210E-06 .3412E-0
   56     *   0.00  0.000  0.000  0.4552    0.0000 .0000E+00 .0000E+00    0.0416 .1175E-02 .3788E-03    0.0011 .7987E-06 .3365E-0
   57     *   0.00  0.000  0.000  0.4552    0.0000 .0000E+00 .0000E+00    0.0375 .1061E-02 .3505E-03    0.0006 .3926E-06 .2496E-0
   58     *   0.00  0.000  0.000  0.4552    0.0000 .0000E+00 .0000E+00    0.0339 .9576E-03 .3242E-03    0.0011 .7585E-06 .3283E-0
   59     *   0.29  0.266  0.007  0.4580    0.0000 .0000E+00 .0000E+00    0.0305 .8636E-03 .2997E-03    0.0011 .7369E-06 .3236E-0
   60  *  *   0.21  0.000  0.041  0.4580    0.0000 .0000E+00 .0000E+00    0.0275 .7783E-03 .2769E-03    0.0011 .7157E-06 .3189E-0
   61  *  *   0.20  0.000  0.041  0.4580    0.0000 .0000E+00 .0000E+00    0.0248 .7010E-03 .2557E-03    0.0010 .6949E-06 .3142E-0
   62     *   0.03  0.336  0.011  0.4597    0.0000 .0000E+00 .0000E+00    0.0223 .6309E-03 .2360E-03    0.0010 .6745E-06 .3861E-0
   63     *   0.00  0.000  0.000  0.4597    0.0000 .0000E+00 .0000E+00    0.0201 .5674E-03 .2177E-03    0.0010 .6506E-06 .3038E-0
   64     *   0.00  0.000  0.000  0.4597    0.0000 .0000E+00 .0000E+00    0.0180 .5098E-03 .2007E-03    0.0010 .6311E-06 .2992E-0
   65  *  *   0.00  0.000  0.000  0.4597    0.0000 .0000E+00 .0000E+00    0.0162 .4578E-03 .1850E-03    0.0010 .6122E-06 .2947E-0
   66     *   0.00  0.000  0.000  0.4597    0.0000 .0000E+00 .0000E+00    0.0145 .4107E-03 .1703E-03    0.0010 .5937E-06 .2902E-0
   67         0.00  0.000  0.078  0.4421    3.6871 .0000E+00 .2805E-01    0.0408 .1155E-02 .3646E-03    0.0009 .4966E-06 .2654E-0
   68         0.00  0.000  0.117  0.4165    4.5912 .0000E+00 .3668E-01    0.1183 .3344E-02 .8367E-03    0.0007 .3239E-06 .2145E-0
   69         0.00  0.000  0.142  0.3869    4.0294 .0000E+00 .3544E-01    0.2015 .5698E-02 .1260E-02    0.0006 .2042E-06 .1703E-0
   70         0.00  0.000  0.143  0.3574    3.5819 .0000E+00 .3445E-01    0.2746 .7764E-02 .1597E-02    0.0004 .1308E-06 .1364E-0
   71         0.00  0.000  0.104  0.3344    3.1368 .0000E+00 .3347E-01    0.3389 .9582E-02 .1876E-02    0.0004 .8430E-07 .1096E-0
   72         0.14  0.000  0.081  0.3387    2.8012 .0000E+00 .3273E-01    0.3954 .1118E-01 .2111E-02    0.0003 .5446E-07 .8818E-0
   73         0.22  0.000  0.084  0.3561    2.5894 .0000E+00 .3226E-01    0.4455 .1260E-01 .2313E-02    0.0001 .1717E-07 .5289E-0
   74         0.09  0.000  0.098  0.3494    2.4057 .0000E+00 .3185E-01    0.4902 .1386E-01 .2489E-02    0.0002 .2756E-07 .7513E-0
   75         0.77  0.033  0.105  0.4493    2.7506 .0000E+00 .3261E-01    0.5313 .1502E-01 .2648E-02    0.0001 .1446E-07 .4563E-0
   76         0.00  0.000  0.168  0.4153    4.2461 .0000E+00 .3592E-01    0.5735 .1622E-01 .2808E-02    0.0001 .8317E-08 .3471E-0
   77         0.00  0.000  0.099  0.3930    3.7791 .0000E+00 .3489E-01    0.6164 .1743E-01 .2968E-02    0.0001 .4078E-08 .2442E-0
   78         0.00  0.000  0.117  0.3678    3.4597 .0000E+00 .3418E-01    0.6535 .1848E-01 .3104E-02    0.0001 .1991E-08 .1717E-0
   79         0.00  0.000  0.088  0.3475    3.1429 .0000E+00 .3348E-01    0.6856 .1938E-01 .3221E-02    0.0000 .1026E-08 .1240E-0
   80         0.20  0.000  0.102  0.3583    2.8769 .0000E+00 .3289E-01    0.7133 .2017E-01 .3321E-02    0.0000 .6339E-09 .9790E-0
   81         0.00  0.000  0.093  0.3374    2.6485 .0000E+00 .3239E-01    0.7373 .2085E-01 .3407E-02    0.0000 .5344E-09 .9001E-0
   82         0.00  0.000  0.087  0.3176    2.4256 .0000E+00 .3189E-01    0.7579 .2143E-01 .3480E-02    0.0000 .6318E-09 .9783E-0
   83         0.00  0.000  0.078  0.2994    2.2112 .0000E+00 .3142E-01    0.7757 .2193E-01 .3542E-02    0.0000 .9468E-09 .1195E-0
   84         0.00  0.000  0.078  0.2813    1.9946 .0000E+00 .3094E-01    0.7907 .2236E-01 .3595E-02    0.0000 .1572E-08 .1535E-0
   85         0.24  0.000  0.073  0.3040    1.8247 .0000E+00 .3057E-01    0.8033 .2271E-01 .3639E-02    0.0000 .1015E-08 .1401E-0
   86         1.73  0.445  0.072  0.5010    2.4015 .0000E+00 .3184E-01    0.8155 .2306E-01 .3682E-02    0.0001 .3829E-08 .2337E-0
   87         0.02  0.000  0.097  0.4815    5.8336 .0000E+00 .3943E-01    0.8363 .2365E-01 .3754E-02    0.0001 .4900E-08 .2610E-0
   88         0.44  0.213  0.071  0.5010    5.7576 .0000E+00 .3926E-01    0.8675 .2453E-01 .3862E-02    0.0001 .4959E-08 .2583E-0
   89         0.00  0.000  0.120  0.4744    5.7323 .0000E+00 .3921E-01    0.8957 .2533E-01 .3958E-02    0.0001 .4952E-08 .2599E-0
   90         0.00  0.000  0.106  0.4504    5.0753 .0000E+00 .3775E-01    0.9201 .2602E-01 .4041E-02    0.0001 .5611E-08 .2791E-0
   91         0.00  0.000  0.119  0.4244    4.5746 .0000E+00 .3665E-01    0.9391 .2655E-01 .4105E-02    0.0001 .7885E-08 .4128E-0
   92         0.53  0.014  0.085  0.4902    4.5499 .0000E+00 .3659E-01    0.9546 .2699E-01 .4158E-02    0.0001 .1044E-07 .3915E-0
   93  *      0.15  0.000  0.073  0.4870    5.7092 .0000E+00 .3915E-01    0.9713 .2746E-01 .4214E-02    0.0001 .1386E-07 .4503E-0
   94         0.21  0.066  0.078  0.5010    5.7867 .0000E+00 .3933E-01    0.9909 .2802E-01 .4280E-02    0.0002 .1727E-07 .5023E-0
   95         0.84  0.824  0.090  0.4821    5.8417 .0000E+00 .3945E-01    1.0094 .2854E-01 .4341E-02    0.0002 .2162E-07 .5614E-0
   96         0.61  0.366  0.091  0.5010    5.7914 .0000E+00 .3934E-01    1.0264 .2902E-01 .4397E-02    0.0002 .2711E-07 .6280E-0
   97         0.00  0.000  0.112  0.4757    5.7457 .0000E+00 .3924E-01    1.0417 .2945E-01 .4448E-02    0.0002 .3398E-07 .7024E-0
   98         0.00  0.000  0.130  0.4479    5.0760 .0000E+00 .3775E-01    1.0541 .2980E-01 .4489E-02    0.0003 .4285E-07 .7881E-0
   99         0.00  0.000  0.109  0.4236    4.5404 .0000E+00 .3657E-01    1.0619 .3003E-01 .4515E-02    0.0001 .2732E-07 .6552E-0
  100         0.00  0.000  0.144  0.3936    4.0567 .0000E+00 .3550E-01    1.0661 .3015E-01 .4529E-02    0.0003 .6593E-07 .9743E-0
  101         0.00  0.000  0.100  0.3712    3.6697 .0000E+00 .3465E-01    1.0674 .3018E-01 .4533E-02    0.0004 .8299E-07 .1093E-0
  102         0.00  0.000  0.102  0.3485    3.3558 .0000E+00 .3395E-01    1.0666 .3016E-01 .4530E-02    0.0004 .1031E-06 .1218E-0
  103         0.08  0.000  0.093  0.3409    3.0038 .0000E+00 .3317E-01    1.0639 .3008E-01 .4521E-02    0.0004 .1260E-06 .1347E-0
  104         0.00  0.000  0.117  0.3160    2.7369 .0000E+00 .3258E-01    1.0596 .2996E-01 .4507E-02    0.0005 .1518E-06 .1478E-0
  105         0.00  0.000  0.138  0.2876    2.4208 .0000E+00 .3188E-01    1.0540 .2980E-01 .4489E-02    0.0005 .1834E-06 .2031E-0
  106         0.00  0.000  0.145  0.2582    1.9690 .0000E+00 .3089E-01    1.0467 .2960E-01 .4465E-02    0.0003 .1067E-06 .1322E-0
  107         0.04  0.000  0.101  0.2430    1.6871 .0000E+00 .3026E-01    1.0378 .2935E-01 .4435E-02    0.0006 .2450E-06 .1876E-0
  108         0.00  0.000  0.123  0.2175    1.2469 .0000E+00 .2929E-01    1.0277 .2906E-01 .4402E-02    0.0007 .2811E-06 .2009E-0
  109         0.00  0.000  0.118  0.1931    0.9062 .0000E+00 .2854E-01    1.0161 .2873E-01 .4363E-02    0.0007 .3194E-06 .2142E-0
  110         0.00  0.000  0.082  0.1747    0.6604 .0000E+00 .2799E-01    1.0037 .2838E-01 .4322E-02    0.0007 .3595E-06 .2271E-0
  111         0.24  0.000  0.069  0.1986    0.2972 .0000E+00 .2719E-01    0.9906 .2801E-01 .4278E-02    0.0008 .4040E-06 .3012E-0
  112         0.00  0.000  0.054  0.1874    0.0477 .0000E+00 .1336E-01    0.9636 .2725E-01 .4188E-02    0.0009 .4708E-06 .2592E-0
  113         0.00  0.000  0.048  0.1795    0.0000 .0000E+00 .0000E+00    0.9033 .2554E-01 .3984E-02    0.0009 .5717E-06 .2854E-0
  114         0.00  0.000  0.043  0.1722    0.0000 .0000E+00 .0000E+00    0.8264 .2337E-01 .3720E-02    0.0010 .6992E-06 .3155E-0
  115         0.00  0.000  0.040  0.1656    0.0000 .0000E+00 .0000E+00    0.7559 .2137E-01 .3473E-02    0.0006 .4100E-06 .2561E-0
  116         0.01  0.000  0.042  0.1603    0.0000 .0000E+00 .0000E+00    0.6912 .1954E-01 .3241E-02    0.0012 .8898E-06 .3585E-0
  117         0.50  0.000  0.041  0.2369    0.0000 .0000E+00 .0000E+00    0.6319 .1787E-01 .3025E-02    0.0012 .9932E-06 .3783E-0
  118         0.00  0.000  0.156  0.2109    0.0000 .0000E+00 .0000E+00    0.5775 .1633E-01 .2823E-02    0.0013 .1085E-05 .3950E-0
  119         0.13  0.000  0.039  0.2261    0.0000 .0000E+00 .0000E+00    0.5277 .1492E-01 .2634E-02    0.0013 .1164E-05 .4089E-0
  120         0.00  0.000  0.185  0.1952    0.0000 .0000E+00 .0000E+00    0.4820 .1363E-01 .2457E-02    0.0014 .1231E-05 .4202E-0
  121         0.00  0.000  0.033  0.1897    0.0000 .0000E+00 .0000E+00    0.4401 .1245E-01 .2292E-02    0.0014 .1287E-05 .5364E-0
  122         0.00  0.000  0.031  0.1845    0.0000 .0000E+00 .0000E+00    0.4018 .1136E-01 .2137E-02    0.0014 .1352E-05 .4379E-0
  123         0.00  0.000  0.030  0.1795    0.0000 .0000E+00 .0000E+00    0.3667 .1037E-01 .1993E-02    0.0015 .1382E-05 .4428E-0
  124         0.00  0.000  0.029  0.1747    0.0000 .0000E+00 .0000E+00    0.3345 .9459E-02 .1858E-02    0.0007 .7099E-06 .3356E-0
  125         0.00  0.000  0.028  0.1700    0.0000 .0000E+00 .0000E+00    0.3051 .8626E-02 .1731E-02    0.0015 .1403E-05 .4476E-0
  126         0.00  0.000  0.028  0.1654    0.0000 .0000E+00 .0000E+00    0.2781 .7865E-02 .1613E-02    0.0015 .1410E-05 .4486E-0
  127         0.00  0.000  0.027  0.1609    0.0000 .0000E+00 .0000E+00    0.2535 .7168E-02 .1503E-02    0.0015 .1411E-05 .4486E-0
  128         0.00  0.000  0.027  0.1563    0.0000 .0000E+00 .0000E+00    0.2309 .6530E-02 .1400E-02    0.0015 .1405E-05 .5583E-0
  129         0.00  0.000  0.028  0.1517    0.0000 .0000E+00 .0000E+00    0.2103 .5947E-02 .1303E-02    0.0015 .1399E-05 .4453E-0
  130         0.00  0.000  0.027  0.1472    0.0000 .0000E+00 .0000E+00    0.1915 .5414E-02 .1213E-02    0.0015 .1382E-05 .4426E-0
  131         0.00  0.000  0.026  0.1429    0.0000 .0000E+00 .0000E+00    0.1743 .4927E-02 .1129E-02    0.0015 .1362E-05 .4393E-0
  132         0.00  0.000  0.026  0.1386    0.0000 .0000E+00 .0000E+00    0.1585 .4482E-02 .1050E-02    0.0014 .1338E-05 .4355E-0



  133         0.00  0.000  0.021  0.1350    0.0000 .0000E+00 .0000E+00    0.1441 .4075E-02 .9766E-03    0.0014 .1313E-05 .4313E-0
  134         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1310 .3704E-02 .9081E-03    0.0014 .1285E-05 .4267E-0
  135         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1190 .3365E-02 .8440E-03    0.0014 .1256E-05 .4219E-0
  136         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1081 .3056E-02 .7842E-03    0.0014 .1225E-05 .4168E-0
  137         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0981 .2774E-02 .7285E-03    0.0014 .1194E-05 .4114E-0
  138         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0890 .2517E-02 .6764E-03    0.0013 .1163E-05 .4059E-0
  139         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0807 .2282E-02 .6279E-03    0.0013 .1131E-05 .4003E-0
  140         0.21  0.000  0.015  0.1675    0.0000 .0000E+00 .0000E+00    0.0732 .2069E-02 .5826E-03    0.0013 .1099E-05 .3946E-0
  141         0.00  0.000  0.010  0.1658    0.0000 .0000E+00 .0000E+00    0.0663 .1874E-02 .5404E-03    0.0013 .1067E-05 .3888E-0
  142         0.00  0.000  0.016  0.1631    0.0000 .0000E+00 .0000E+00    0.0600 .1697E-02 .5010E-03    0.0013 .1035E-05 .3830E-0
  143         1.10  0.051  0.024  0.3340    0.0000 .0000E+00 .0000E+00    0.0543 .1535E-02 .4643E-03    0.0006 .5017E-06 .2838E-0
  144         0.00  0.000  0.227  0.2926    0.6377 .0000E+00 .2131E-01    0.0703 .1987E-02 .5628E-03    0.0012 .9360E-06 .3630E-0
  145         0.22  0.000  0.264  0.2806    0.9337 .0000E+00 .2860E-01    0.1262 .3569E-02 .8810E-03    0.0011 .7820E-06 .3289E-0
  146         0.24  0.000  0.175  0.2867    0.7994 .0000E+00 .2830E-01    0.1887 .5335E-02 .1199E-02    0.0010 .6150E-06 .2913E-0
  147         0.00  0.000  0.207  0.2474    0.6426 .0000E+00 .2795E-01    0.2449 .6925E-02 .1463E-02    0.0009 .4868E-06 .2595E-0
  148         0.21  0.000  0.184  0.2472    0.4854 .0000E+00 .2761E-01    0.2955 .8354E-02 .1689E-02    0.0008 .3931E-06 .2334E-0
  149         0.00  0.000  0.236  0.2033    0.3315 .0000E+00 .2726E-01    0.3408 .9636E-02 .1884E-02    0.0007 .3232E-06 .2635E-0
  150         0.00  0.000  0.205  0.1646    0.1842 .0000E+00 .2694E-01    0.3814 .1079E-01 .2054E-02    0.0006 .2531E-06 .1898E-0
  151         0.00  0.000  0.175  0.1354    0.0212 .0000E+00 .0000E+00    0.3914 .1107E-01 .2095E-02    0.0006 .2437E-06 .1862E-0
  152         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.3571 .1010E-01 .1953E-02    0.0003 .1415E-06 .1505E-0
  153         0.27  0.000  0.039  0.1736    0.0000 .0000E+00 .0000E+00    0.3258 .9211E-02 .1820E-02    0.0007 .3062E-06 .2103E-0
  154         0.00  0.000  0.047  0.1658    0.0000 .0000E+00 .0000E+00    0.2971 .8400E-02 .1696E-02    0.0007 .3417E-06 .2219E-0
  155         0.00  0.000  0.052  0.1571    0.0000 .0000E+00 .0000E+00    0.2708 .7657E-02 .1581E-02    0.0008 .3744E-06 .2321E-0
  156         0.00  0.000  0.048  0.1492    0.0000 .0000E+00 .0000E+00    0.2468 .6978E-02 .1472E-02    0.0008 .4030E-06 .3014E-0
  157         0.00  0.000  0.046  0.1416    0.0000 .0000E+00 .0000E+00    0.2248 .6357E-02 .1371E-02    0.0008 .4414E-06 .2504E-0
  158         0.39  0.000  0.053  0.1977    0.0000 .0000E+00 .0000E+00    0.2047 .5788E-02 .1276E-02    0.0008 .4639E-06 .2567E-0
  159         0.78  0.018  0.056  0.3153    0.0000 .0000E+00 .0000E+00    0.1864 .5269E-02 .1188E-02    0.0009 .4833E-06 .2620E-0
  160         0.00  0.000  0.290  0.2648    0.0491 .0000E+00 .1337E-01    0.1828 .5170E-02 .1171E-02    0.0009 .4761E-06 .2600E-0
  161         0.49  0.000  0.199  0.3087    0.1564 .0000E+00 .2688E-01    0.2145 .6066E-02 .1322E-02    0.0008 .4111E-06 .2416E-0
  162         0.00  0.000  0.224  0.2669    0.0629 .0000E+00 .2667E-01    0.2650 .7493E-02 .1554E-02    0.0007 .3292E-06 .2163E-0
  163         0.06  0.000  0.235  0.2333    0.0558 .0000E+00 .2666E-01    0.3108 .8789E-02 .1756E-02    0.0006 .2677E-06 .1951E-0
  164         0.00  0.000  0.267  0.1882    0.0063 .0000E+00 .3753E-02    0.3300 .9331E-02 .1838E-02    0.0003 .1224E-06 .1400E-0
  165         0.00  0.000  0.236  0.1488    0.0000 .0000E+00 .0000E+00    0.3070 .8680E-02 .1739E-02    0.0006 .2609E-06 .1938E-0
  166         0.00  0.000  0.083  0.1350    0.0000 .0000E+00 .0000E+00    0.2799 .7913E-02 .1621E-02    0.0007 .2900E-06 .2045E-0
  167         0.06  0.000  0.016  0.1423    0.0000 .0000E+00 .0000E+00    0.2551 .7212E-02 .1510E-02    0.0007 .3197E-06 .2145E-0
  168         0.68  0.000  0.069  0.2441    0.0000 .0000E+00 .0000E+00    0.2324 .6571E-02 .1406E-02    0.0007 .3469E-06 .2233E-0
  169         0.46  0.000  0.201  0.2871    0.0000 .0000E+00 .0000E+00    0.2116 .5984E-02 .1309E-02    0.0008 .3715E-06 .2309E-0
  170         0.00  0.000  0.291  0.2387    0.0000 .0000E+00 .0000E+00    0.1927 .5448E-02 .1219E-02    0.0008 .3934E-06 .2375E-0
  171         0.00  0.000  0.250  0.1971    0.0000 .0000E+00 .0000E+00    0.1754 .4958E-02 .1134E-02    0.0008 .4127E-06 .2431E-0
  172         0.00  0.000  0.212  0.1617    0.0000 .0000E+00 .0000E+00    0.1595 .4510E-02 .1055E-02    0.0008 .4294E-06 .2479E-0
  173         0.00  0.000  0.160  0.1350    0.0000 .0000E+00 .0000E+00    0.1450 .4101E-02 .9814E-03    0.0008 .4435E-06 .2519E-0
  174         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1318 .3728E-02 .9125E-03    0.0008 .4553E-06 .2551E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1198 .3387E-02 .8482E-03    0.0008 .4648E-06 .2577E-0
  176         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1088 .3076E-02 .7881E-03    0.0009 .4722E-06 .2596E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0987 .2792E-02 .7321E-03    0.0009 .4777E-06 .2611E-0
  178         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0896 .2533E-02 .6798E-03    0.0009 .4814E-06 .2620E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0812 .2297E-02 .6310E-03    0.0009 .4814E-06 .3278E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0736 .2082E-02 .5855E-03    0.0009 .4861E-06 .2627E-0
  181         0.06  0.000  0.015  0.1425    0.0000 .0000E+00 .0000E+00    0.0667 .1886E-02 .5431E-03    0.0009 .4850E-06 .2623E-0
  182         0.07  0.000  0.039  0.1476    0.0000 .0000E+00 .0000E+00    0.0604 .1708E-02 .5035E-03    0.0009 .4826E-06 .2617E-0
  183         0.00  0.000  0.047  0.1397    0.0000 .0000E+00 .0000E+00    0.0547 .1546E-02 .4667E-03    0.0004 .2396E-06 .1960E-0
  184         0.00  0.000  0.024  0.1357    0.0000 .0000E+00 .0000E+00    0.0494 .1398E-02 .4324E-03    0.0009 .4745E-06 .2599E-0
  185         0.61  0.000  0.062  0.2270    0.0000 .0000E+00 .0000E+00    0.0447 .1264E-02 .4004E-03    0.0009 .4698E-06 .2586E-0
  186         0.52  0.000  0.074  0.3014    0.0000 .0000E+00 .0000E+00    0.0404 .1142E-02 .3706E-03    0.0008 .4644E-06 .2571E-0
  187         0.00  0.000  0.288  0.2511    0.0019 .0000E+00 .1327E-01    0.0496 .1403E-02 .4323E-03    0.0008 .4389E-06 .2488E-0
  188         0.00  0.000  0.248  0.2065    0.0267 .0000E+00 .1975E-01    0.0857 .2424E-02 .6561E-03    0.0008 .3712E-06 .2814E-0
  189         0.00  0.000  0.258  0.1636    0.0000 .0000E+00 .0000E+00    0.1094 .3094E-02 .7916E-03    0.0007 .2926E-06 .2039E-0
  190         1.06  0.039  0.147  0.3093    0.0000 .0000E+00 .0000E+00    0.0993 .2808E-02 .7353E-03    0.0003 .1508E-06 .1554E-0
  191         0.00  0.000  0.308  0.2557    0.1280 .0000E+00 .1355E-01    0.1036 .2928E-02 .7589E-03    0.0007 .2917E-06 .2032E-0
  192         0.00  0.000  0.282  0.2042    0.1504 .0000E+00 .2686E-01    0.1424 .4027E-02 .9666E-03    0.0006 .2476E-06 .1848E-0
  193         0.00  0.000  0.229  0.1638    0.0259 .0000E+00 .1332E-01    0.1858 .5254E-02 .1185E-02    0.0006 .1909E-06 .1618E-0
  194         0.14  0.000  0.250  0.1455    0.0000 .0000E+00 .0000E+00    0.1905 .5385E-02 .1208E-02    0.0005 .1673E-06 .1539E-0
  195         0.38  0.000  0.081  0.1953    0.0000 .0000E+00 .0000E+00    0.1733 .4901E-02 .1124E-02    0.0005 .1754E-06 .1589E-0
  196         0.00  0.000  0.202  0.1616    0.0000 .0000E+00 .0000E+00    0.1577 .4458E-02 .1046E-02    0.0005 .1914E-06 .1659E-0
  197         0.23  0.000  0.172  0.1713    0.0000 .0000E+00 .0000E+00    0.1434 .4053E-02 .9726E-03    0.0006 .2062E-06 .1721E-0
  198         0.00  0.000  0.120  0.1512    0.0000 .0000E+00 .0000E+00    0.1303 .3684E-02 .9043E-03    0.0006 .2197E-06 .1775E-0
  199         0.00  0.000  0.080  0.1378    0.0000 .0000E+00 .0000E+00    0.1184 .3347E-02 .8405E-03    0.0006 .2318E-06 .1823E-0
  200         0.00  0.000  0.013  0.1356    0.0000 .0000E+00 .0000E+00    0.1075 .3039E-02 .7810E-03    0.0006 .2426E-06 .1864E-0
  201         0.00  0.000  0.003  0.1351    0.0000 .0000E+00 .0000E+00    0.0976 .2759E-02 .7254E-03    0.0006 .2522E-06 .2374E-0
  202         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0885 .2503E-02 .6736E-03    0.0006 .2641E-06 .1937E-0
  203         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0803 .2270E-02 .6252E-03    0.0006 .2708E-06 .1961E-0
  204         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0727 .2057E-02 .5801E-03    0.0007 .2764E-06 .1981E-0
  205         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0659 .1863E-02 .5381E-03    0.0007 .2809E-06 .1997E-0
  206         0.11  0.000  0.039  0.1468    0.0000 .0000E+00 .0000E+00    0.0597 .1687E-02 .4989E-03    0.0007 .2844E-06 .2009E-0
  207         0.02  0.000  0.054  0.1412    0.0000 .0000E+00 .0000E+00    0.0540 .1527E-02 .4623E-03    0.0007 .2870E-06 .2019E-0
  208         0.00  0.000  0.026  0.1369    0.0000 .0000E+00 .0000E+00    0.0488 .1381E-02 .4283E-03    0.0007 .2887E-06 .2025E-0
  209         0.87  0.010  0.111  0.2617    0.0000 .0000E+00 .0000E+00    0.0441 .1248E-02 .3966E-03    0.0007 .2897E-06 .2028E-0
  210         0.12  0.000  0.174  0.2528    0.0000 .0000E+00 .0000E+00    0.0399 .1127E-02 .3671E-03    0.0007 .2899E-06 .2029E-0
  211         0.00  0.000  0.255  0.2104    0.0000 .0000E+00 .0000E+00    0.0360 .1018E-02 .3396E-03    0.0007 .2896E-06 .2028E-0
  212         0.00  0.000  0.298  0.1608    0.0000 .0000E+00 .0000E+00    0.0325 .9182E-03 .3140E-03    0.0007 .2886E-06 .2024E-0
  213         1.65  0.215  0.172  0.3713    0.0000 .0000E+00 .0000E+00    0.0293 .8279E-03 .2902E-03    0.0003 .1436E-06 .1517E-0
  214         0.00  0.000  0.241  0.3262    1.4784 .0000E+00 .2980E-01    0.0559 .1582E-02 .4685E-03    0.0006 .2513E-06 .1866E-0
  215         1.37  0.175  0.164  0.4927    2.6974 .0000E+00 .3250E-01    0.1307 .3695E-02 .9042E-03    0.0005 .1664E-06 .1476E-0
  216         0.00  0.000  0.260  0.4429    5.2941 .0000E+00 .3824E-01    0.2089 .5906E-02 .1295E-02    0.0004 .8913E-07 .1070E-0
  217         0.00  0.000  0.258  0.3938    4.2695 .0000E+00 .3597E-01    0.2873 .8125E-02 .1653E-02    0.0003 .4107E-07 .7118E-0
  218         0.00  0.000  0.241  0.3479    3.5537 .0000E+00 .3439E-01    0.3539 .1001E-01 .1939E-02    0.0002 .1550E-07 .5198E-0
  219         0.00  0.000  0.208  0.3077    2.9636 .0000E+00 .3308E-01    0.4110 .1162E-01 .2175E-02    0.0001 .1678E-08 .1564E-0
  220         1.22  0.120  0.258  0.4426    2.5847 .0000E+00 .3225E-01    0.4603 .1302E-01 .2372E-02    0.0000 .2339E-12 .3077E-0
  221         0.00  0.000  0.204  0.4026    3.9546 .0000E+00 .3528E-01    0.5072 .1434E-01 .2555E-02    0.0000 .0000E+00 .0000E+0
  222         0.13  0.000  0.153  0.3930    3.5894 .0000E+00 .3447E-01    0.5542 .1567E-01 .2735E-02    0.0000 .0000E+00 .0000E+0
  223         0.00  0.000  0.224  0.3502    3.1731 .0000E+00 .3355E-01    0.5951 .1683E-01 .2889E-02    0.0000 .0000E+00 .0000E+0
  224         0.21  0.000  0.170  0.3513    2.7885 .0000E+00 .3270E-01    0.6303 .1782E-01 .3019E-02    0.0000 .0000E+00 .0000E+0
  225         0.00  0.000  0.194  0.3136    2.5015 .0000E+00 .3206E-01    0.6605 .1868E-01 .3130E-02    0.0000 .0000E+00 .0000E+0
  226         1.37  0.165  0.249  0.4676    2.6201 .0000E+00 .3233E-01    0.6875 .1944E-01 .3228E-02    0.0000 .0000E+00 .0000E+0
  227         0.00  0.000  0.278  0.4151    4.5860 .0000E+00 .3667E-01    0.7169 .2027E-01 .3334E-02    0.0000 .0000E+00 .0000E+0
  228         0.00  0.000  0.281  0.3624    3.7678 .0000E+00 .3486E-01    0.7491 .2118E-01 .3449E-02    0.0000 .0000E+00 .0000E+0



  229         0.00  0.000  0.237  0.3175    3.0214 .0000E+00 .3321E-01    0.7741 .2189E-01 .3537E-02    0.0000 .0000E+00 .0000E+0
  230         0.00  0.000  0.252  0.2702    2.2946 .0000E+00 .3161E-01    0.7928 .2242E-01 .3603E-02    0.0000 .0000E+00 .0000E+0
  231         0.00  0.000  0.187  0.2340    1.7302 .0000E+00 .3036E-01    0.8061 .2279E-01 .3649E-02    0.0000 .0000E+00 .0000E+0
  232         0.00  0.000  0.258  0.1863    1.0310 .0000E+00 .2881E-01    0.8148 .2304E-01 .3679E-02    0.0000 .0000E+00 .0000E+0
  233         0.81  0.006  0.216  0.2796    0.5729 .0000E+00 .2780E-01    0.8192 .2316E-01 .3695E-02    0.0000 .0000E+00 .0000E+0
  234         0.00  0.000  0.197  0.2423    0.2340 .0000E+00 .2705E-01    0.8209 .2321E-01 .3701E-02    0.0000 .0000E+00 .0000E+0
  235         0.00  0.000  0.202  0.2055    0.0511 .0000E+00 .1821E-01    0.8125 .2297E-01 .3671E-02    0.0000 .0000E+00 .0000E+0
  236         0.00  0.000  0.221  0.1688    0.0000 .0000E+00 .0000E+00    0.7724 .2184E-01 .3531E-02    0.0000 .0000E+00 .0000E+0
  237         0.14  0.000  0.131  0.1702    0.0000 .0000E+00 .0000E+00    0.7064 .1997E-01 .3296E-02    0.0001 .3253E-08 .2190E-0
  238         0.00  0.000  0.166  0.1425    0.0000 .0000E+00 .0000E+00    0.6458 .1826E-01 .3076E-02    0.0002 .1782E-07 .5072E-0
  239         0.00  0.000  0.041  0.1355    0.0000 .0000E+00 .0000E+00    0.5903 .1669E-01 .2871E-02    0.0001 .2068E-07 .5728E-0
  240         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.5394 .1525E-01 .2679E-02    0.0003 .6040E-07 .9507E-0
  241         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.4927 .1393E-01 .2499E-02    0.0004 .9304E-07 .1173E-0
  242         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4500 .1272E-01 .2331E-02    0.0004 .1287E-06 .1374E-0
  243         0.02  0.000  0.020  0.1350    0.0000 .0000E+00 .0000E+00    0.4108 .1161E-01 .2174E-02    0.0005 .1657E-06 .1555E-0
  244         0.06  0.000  0.039  0.1384    0.0000 .0000E+00 .0000E+00    0.3749 .1060E-01 .2027E-02    0.0006 .2029E-06 .1717E-0
  245         0.00  0.000  0.011  0.1366    0.0000 .0000E+00 .0000E+00    0.3421 .9672E-02 .1890E-02    0.0006 .2394E-06 .1862E-0
  246         0.00  0.000  0.007  0.1355    0.0000 .0000E+00 .0000E+00    0.3120 .8821E-02 .1761E-02    0.0006 .2744E-06 .1991E-0
  247         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.2845 .8043E-02 .1641E-02    0.0007 .3074E-06 .2105E-0
  248         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.2593 .7331E-02 .1529E-02    0.0007 .3380E-06 .2205E-0
  249         0.12  0.000  0.045  0.1475    0.0000 .0000E+00 .0000E+00    0.2362 .6679E-02 .1424E-02    0.0007 .3659E-06 .2293E-0
  250         0.00  0.000  0.041  0.1406    0.0000 .0000E+00 .0000E+00    0.2152 .6084E-02 .1326E-02    0.0008 .3910E-06 .2369E-0
  251         0.10  0.000  0.056  0.1479    0.0000 .0000E+00 .0000E+00    0.1959 .5539E-02 .1234E-02    0.0008 .4134E-06 .3044E-0
  252         0.00  0.000  0.049  0.1397    0.0000 .0000E+00 .0000E+00    0.1783 .5041E-02 .1149E-02    0.0008 .4413E-06 .2503E-0
  253         0.00  0.000  0.020  0.1363    0.0000 .0000E+00 .0000E+00    0.1622 .4586E-02 .1069E-02    0.0008 .4572E-06 .2548E-0
  254         0.00  0.000  0.006  0.1354    0.0000 .0000E+00 .0000E+00    0.1475 .4171E-02 .9940E-03    0.0004 .2371E-06 .1942E-0
  255         0.70  0.000  0.085  0.2379    0.0000 .0000E+00 .0000E+00    0.1341 .3791E-02 .9242E-03    0.0009 .4757E-06 .2607E-0
  256         0.00  0.000  0.168  0.2100    0.0000 .0000E+00 .0000E+00    0.1218 .3445E-02 .8591E-03    0.0009 .4850E-06 .2632E-0
  257         0.00  0.000  0.140  0.1867    0.0000 .0000E+00 .0000E+00    0.1106 .3128E-02 .7984E-03    0.0009 .4922E-06 .2651E-0
  258         0.00  0.000  0.083  0.1729    0.0000 .0000E+00 .0000E+00    0.1004 .2840E-02 .7416E-03    0.0009 .4974E-06 .2664E-0
  259         0.00  0.000  0.128  0.1516    0.0000 .0000E+00 .0000E+00    0.0911 .2577E-02 .6887E-03    0.0009 .5008E-06 .2673E-0
  260         0.06  0.000  0.115  0.1424    0.0000 .0000E+00 .0000E+00    0.0827 .2337E-02 .6393E-03    0.0009 .5003E-06 .3342E-0
  261         0.00  0.000  0.027  0.1380    0.0000 .0000E+00 .0000E+00    0.0749 .2118E-02 .5933E-03    0.0009 .5048E-06 .2676E-0
  262         0.00  0.000  0.012  0.1360    0.0000 .0000E+00 .0000E+00    0.0679 .1919E-02 .5503E-03    0.0009 .5031E-06 .2672E-0
  263         2.86  0.850  0.094  0.4553    0.0000 .0000E+00 .0000E+00    0.0615 .1738E-02 .5103E-03    0.0004 .2524E-06 .2003E-0
  264         0.00  0.000  0.111  0.4310    3.7052 .0000E+00 .3472E-01    0.0901 .2548E-02 .6783E-03    0.0008 .4500E-06 .2505E-0
  265         0.00  0.000  0.140  0.4016    4.2190 .0000E+00 .3586E-01    0.1731 .4893E-02 .1121E-02    0.0007 .3281E-06 .2098E-0
  266         0.00  0.000  0.095  0.3799    3.7915 .0000E+00 .3491E-01    0.2497 .7061E-02 .1485E-02    0.0006 .2154E-06 .1700E-0
  267         0.00  0.000  0.111  0.3558    3.4789 .0000E+00 .3422E-01    0.3176 .8980E-02 .1785E-02    0.0005 .1428E-06 .1385E-0
  268         0.00  0.000  0.133  0.3280    3.0457 .0000E+00 .3327E-01    0.3777 .1068E-01 .2038E-02    0.0004 .9552E-07 .1132E-0
  269         0.00  0.000  0.125  0.3018    2.7086 .0000E+00 .3252E-01    0.4304 .1217E-01 .2253E-02    0.0003 .6458E-07 .9312E-0
  270         0.00  0.000  0.115  0.2774    2.2976 .0000E+00 .3161E-01    0.4766 .1348E-01 .2436E-02    0.0003 .4435E-07 .7719E-0
  271         0.00  0.000  0.115  0.2531    1.8820 .0000E+00 .3069E-01    0.5165 .1461E-01 .2591E-02    0.0002 .3125E-07 .6488E-0
  272         0.00  0.000  0.125  0.2273    1.5444 .0000E+00 .2995E-01    0.5509 .1558E-01 .2723E-02    0.0002 .2292E-07 .5567E-0
  273         0.00  0.000  0.116  0.2031    1.0193 .0000E+00 .2879E-01    0.5801 .1640E-01 .2833E-02    0.0002 .1777E-07 .6162E-0
  274         0.00  0.000  0.114  0.1795    0.7586 .0000E+00 .2821E-01    0.6044 .1709E-01 .2924E-02    0.0001 .1357E-07 .4427E-0
  275         0.07  0.000  0.143  0.1639    0.3118 .0000E+00 .2054E-01    0.6181 .1748E-01 .2974E-02    0.0001 .1404E-07 .4503E-0
  276         0.00  0.000  0.118  0.1443    0.0000 .0000E+00 .0000E+00    0.5979 .1691E-01 .2899E-02    0.0002 .2361E-07 .5828E-0
  277         0.05  0.000  0.084  0.1386    0.0000 .0000E+00 .0000E+00    0.5464 .1545E-01 .2705E-02    0.0003 .4779E-07 .8272E-0
  278         0.00  0.000  0.010  0.1370    0.0000 .0000E+00 .0000E+00    0.4991 .1411E-01 .2524E-02    0.0003 .7709E-07 .1049E-0
  279         0.00  0.000  0.008  0.1357    0.0000 .0000E+00 .0000E+00    0.4558 .1289E-01 .2354E-02    0.0004 .1097E-06 .1251E-0
  280         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.4162 .1177E-01 .2196E-02    0.0005 .1440E-06 .1432E-0
  281         0.80  0.004  0.057  0.2583    0.0000 .0000E+00 .0000E+00    0.3798 .1074E-01 .2047E-02    0.0005 .1789E-06 .1596E-0
  282         0.00  0.000  0.082  0.2447    0.0000 .0000E+00 .0000E+00    0.3466 .9799E-02 .1909E-02    0.0006 .2133E-06 .1742E-0
  283         0.00  0.000  0.067  0.2335    0.0000 .0000E+00 .0000E+00    0.3161 .8938E-02 .1779E-02    0.0003 .1234E-06 .1405E-0
  284         0.00  0.000  0.072  0.2215    0.0000 .0000E+00 .0000E+00    0.2882 .8150E-02 .1658E-02    0.0006 .2662E-06 .1960E-0
  285         0.00  0.000  0.056  0.2122    0.0000 .0000E+00 .0000E+00    0.2627 .7429E-02 .1544E-02    0.0007 .2962E-06 .2066E-0
  286         0.00  0.000  0.057  0.2027    0.0000 .0000E+00 .0000E+00    0.2394 .6769E-02 .1438E-02    0.0007 .3240E-06 .2159E-0
  287         0.00  0.000  0.066  0.1918    0.0000 .0000E+00 .0000E+00    0.2180 .6165E-02 .1339E-02    0.0007 .3485E-06 .2803E-0
  288         0.11  0.000  0.072  0.1982    0.0000 .0000E+00 .0000E+00    0.1985 .5614E-02 .1247E-02    0.0008 .3813E-06 .2327E-0
  289         0.01  0.000  0.044  0.1925    0.0000 .0000E+00 .0000E+00    0.1807 .5109E-02 .1160E-02    0.0008 .4007E-06 .2385E-0
  290         0.19  0.000  0.069  0.2128    0.0000 .0000E+00 .0000E+00    0.1644 .4648E-02 .1080E-02    0.0008 .4176E-06 .2435E-0
  291         0.00  0.000  0.043  0.2056    0.0000 .0000E+00 .0000E+00    0.1495 .4227E-02 .1004E-02    0.0004 .2175E-06 .1861E-0
  292         0.15  0.000  0.066  0.2197    0.0000 .0000E+00 .0000E+00    0.1359 .3843E-02 .9339E-03    0.0008 .4379E-06 .2502E-0
  293         0.00  0.000  0.051  0.2112    0.0000 .0000E+00 .0000E+00    0.1235 .3492E-02 .8681E-03    0.0008 .4484E-06 .2531E-0
  294         0.00  0.000  0.040  0.2045    0.0000 .0000E+00 .0000E+00    0.1122 .3172E-02 .8068E-03    0.0008 .4568E-06 .2554E-0
  295         0.00  0.000  0.033  0.1990    0.0000 .0000E+00 .0000E+00    0.1018 .2879E-02 .7495E-03    0.0008 .4633E-06 .2571E-0
  296         0.00  0.000  0.032  0.1937    0.0000 .0000E+00 .0000E+00    0.0924 .2613E-02 .6960E-03    0.0008 .4679E-06 .2584E-0
  297         0.00  0.000  0.037  0.1875    0.0000 .0000E+00 .0000E+00    0.0838 .2370E-02 .6462E-03    0.0009 .4708E-06 .2591E-0
  298         0.35  0.000  0.057  0.2363    0.0000 .0000E+00 .0000E+00    0.0760 .2148E-02 .5996E-03    0.0009 .4723E-06 .2595E-0
  299         0.00  0.000  0.040  0.2296    0.0000 .0000E+00 .0000E+00    0.0688 .1947E-02 .5563E-03    0.0009 .4723E-06 .2595E-0
  300         0.00  0.000  0.041  0.2227    0.0000 .0000E+00 .0000E+00    0.0623 .1763E-02 .5158E-03    0.0009 .4712E-06 .2591E-0
  301         0.00  0.000  0.050  0.2144    0.0000 .0000E+00 .0000E+00    0.0564 .1596E-02 .4781E-03    0.0009 .4689E-06 .2584E-0
  302         0.00  0.000  0.041  0.2075    0.0000 .0000E+00 .0000E+00    0.0511 .1443E-02 .4430E-03    0.0008 .4657E-06 .2575E-0
  303         0.00  0.000  0.045  0.2001    0.0000 .0000E+00 .0000E+00    0.0462 .1305E-02 .4103E-03    0.0008 .4616E-06 .2564E-0
  304         0.05  0.000  0.062  0.1980    0.0000 .0000E+00 .0000E+00    0.0417 .1179E-02 .3798E-03    0.0008 .4568E-06 .2550E-0
  305         1.56  0.192  0.065  0.4151    0.0000 .0000E+00 .0000E+00    0.0377 .1065E-02 .3515E-03    0.0008 .4513E-06 .2534E-0
  306         0.00  0.000  0.051  0.4010    3.0220 .0000E+00 .3321E-01    0.0669 .1893E-02 .5382E-03    0.0008 .4004E-06 .2360E-0
  307         0.29  0.000  0.069  0.4320    3.5767 .0000E+00 .3444E-01    0.1481 .4188E-02 .9952E-03    0.0007 .2820E-06 .2394E-0
  308         0.00  0.000  0.065  0.4152    4.0494 .0000E+00 .3549E-01    0.2252 .6368E-02 .1372E-02    0.0005 .1450E-06 .1436E-0
  309         0.25  0.000  0.068  0.4398    3.8212 .0000E+00 .3498E-01    0.2968 .8393E-02 .1695E-02    0.0004 .8776E-07 .1118E-0
  310         0.18  0.000  0.055  0.4545    4.4164 .0000E+00 .3630E-01    0.3629 .1026E-01 .1977E-02    0.0001 .2550E-07 .6377E-0
  311         0.00  0.000  0.039  0.4418    4.5625 .0000E+00 .3662E-01    0.4258 .1204E-01 .2234E-02    0.0002 .3584E-07 .8383E-0
  312         0.00  0.000  0.043  0.4287    4.3347 .0000E+00 .3612E-01    0.4835 .1367E-01 .2463E-02    0.0001 .1293E-07 .4313E-0
  313         0.00  0.000  0.048  0.4147    4.0497 .0000E+00 .3549E-01    0.5348 .1512E-01 .2662E-02    0.0001 .5325E-08 .2780E-0
  314         0.00  0.000  0.045  0.4015    3.7964 .0000E+00 .3493E-01    0.5803 .1641E-01 .2834E-02    0.0000 .1698E-08 .1583E-0
  315         0.52  0.003  0.055  0.4726    4.0105 .0000E+00 .3540E-01    0.6216 .1758E-01 .2988E-02    0.0000 .2685E-09 .6382E-0
  316         0.00  0.000  0.042  0.4593    5.1371 .0000E+00 .3789E-01    0.6627 .1874E-01 .3138E-02    0.0000 .0000E+00 .1110E-1
  317         0.00  0.000  0.049  0.4450    4.8150 .0000E+00 .3718E-01    0.7037 .1990E-01 .3286E-02    0.0000 .2547E-12 .9518E-0
  318         0.35  0.003  0.064  0.4859    4.8612 .0000E+00 .3728E-01    0.7402 .2093E-01 .3417E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.055  0.4704    5.5170 .0000E+00 .3873E-01    0.7753 .2192E-01 .3541E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.055  0.4549    5.1037 .0000E+00 .3782E-01    0.8090 .2287E-01 .3659E-02    0.0000 .0000E+00 .0000E+0
  321         0.27  0.001  0.066  0.4826    5.0132 .0000E+00 .3762E-01    0.8381 .2370E-01 .3760E-02    0.0000 .0000E+00 .0000E+0
  322         0.00  0.000  0.065  0.4653    5.4266 .0000E+00 .3853E-01    0.8655 .2447E-01 .3855E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.054  0.4500    4.9775 .0000E+00 .3754E-01    0.8911 .2520E-01 .3942E-02    0.0000 .0000E+00 .0000E+0
  324         0.00  0.000  0.059  0.4340    4.6376 .0000E+00 .3679E-01    0.9122 .2579E-01 .4014E-02    0.0000 .0000E+00 .0000E+0



  325         0.00  0.000  0.060  0.4179    4.3091 .0000E+00 .3606E-01    0.9296 .2629E-01 .4073E-02    0.0000 .0000E+00 .0000E+0
  326         0.00  0.000  0.050  0.4036    3.9963 .0000E+00 .3537E-01    0.9438 .2669E-01 .4121E-02    0.0000 .0000E+00 .0000E+0
  327         0.11  0.000  0.063  0.4057    3.7484 .0000E+00 .3482E-01    0.9551 .2701E-01 .4159E-02    0.0000 .0000E+00 .0000E+0
  328         0.00  0.000  0.057  0.3904    3.5251 .0000E+00 .3433E-01    0.9641 .2726E-01 .4190E-02    0.0000 .2546E-09 .6604E-0
  329         0.00  0.000  0.059  0.3749    3.2852 .0000E+00 .3380E-01    0.9711 .2746E-01 .4213E-02    0.0000 .1610E-08 .1560E-0
  330         0.01  0.000  0.061  0.3608    3.0556 .0000E+00 .3329E-01    0.9761 .2760E-01 .4230E-02    0.0001 .4457E-08 .2576E-0
  331         0.00  0.000  0.053  0.3466    2.9378 .0000E+00 .3303E-01    0.9797 .2770E-01 .4242E-02    0.0001 .9007E-08 .3642E-0
  332         0.00  0.000  0.054  0.3322    2.7589 .0000E+00 .3263E-01    0.9821 .2777E-01 .4250E-02    0.0002 .1538E-07 .4742E-0
  333         0.00  0.000  0.068  0.3156    2.5611 .0000E+00 .3219E-01    0.9833 .2780E-01 .4254E-02    0.0002 .2373E-07 .5876E-0
  334         0.00  0.000  0.061  0.3001    2.3601 .0000E+00 .3175E-01    0.9832 .2780E-01 .4254E-02    0.0001 .1707E-07 .5173E-0
  335         0.12  0.000  0.052  0.3062    2.1712 .0000E+00 .3133E-01    0.9820 .2777E-01 .4250E-02    0.0003 .4345E-07 .7933E-0
  336         0.14  0.000  0.048  0.3165    1.9722 .0000E+00 .3089E-01    0.9798 .2770E-01 .4242E-02    0.0003 .5767E-07 .9131E-0
  337         0.00  0.000  0.034  0.3058    1.8358 .0000E+00 .3059E-01    0.9767 .2762E-01 .4232E-02    0.0003 .7400E-07 .1034E-0
  338  *      0.00  0.000  0.029  0.2958    1.6824 .0000E+00 .3025E-01    0.9731 .2751E-01 .4220E-02    0.0004 .9456E-07 .1460E-0
  339         0.00  0.000  0.039  0.2843    1.5302 .0000E+00 .2992E-01    0.9689 .2740E-01 .4206E-02    0.0004 .1182E-06 .1303E-0
  340         0.12  0.000  0.050  0.2911    1.3772 .0000E+00 .2958E-01    0.9642 .2726E-01 .4190E-02    0.0005 .1407E-06 .1421E-0
  341         0.03  0.000  0.055  0.2820    1.2253 .0000E+00 .2924E-01    0.9590 .2711E-01 .4172E-02    0.0005 .1648E-06 .1537E-0
  342         0.00  0.000  0.035  0.2713    1.0722 .0000E+00 .2890E-01    0.9533 .2695E-01 .4153E-02    0.0005 .1903E-06 .1651E-0
  343         0.00  0.000  0.038  0.2601    0.9325 .0000E+00 .2859E-01    0.9472 .2678E-01 .4133E-02    0.0006 .2172E-06 .1763E-0
  344         0.00  0.000  0.039  0.2490    0.7974 .0000E+00 .2830E-01    0.9409 .2660E-01 .4112E-02    0.0006 .2451E-06 .1872E-0
  345         0.19  0.000  0.058  0.2663    0.6615 .0000E+00 .2799E-01    0.9343 .2642E-01 .4089E-02    0.0006 .2738E-06 .1978E-0
  346         0.00  0.000  0.036  0.2556    0.5267 .0000E+00 .2770E-01    0.9275 .2622E-01 .4066E-02    0.0007 .3032E-06 .2081E-0
  347         0.00  0.000  0.046  0.2433    0.3937 .0000E+00 .2740E-01    0.9204 .2603E-01 .4042E-02    0.0004 .1666E-06 .1629E-0
  348         0.00  0.000  0.053  0.2300    0.2608 .0000E+00 .2711E-01    0.9132 .2582E-01 .4018E-02    0.0007 .3548E-06 .2254E-0
  349         0.69  0.000  0.060  0.3305    0.1288 .0000E+00 .2682E-01    0.9058 .2561E-01 .3993E-02    0.0008 .3851E-06 .2348E-0
  350         0.51  0.002  0.048  0.4020    1.6975 .0000E+00 .3028E-01    0.9020 .2550E-01 .3980E-02    0.0008 .4128E-06 .3046E-0
  351         0.00  0.000  0.032  0.3910    3.1853 .0000E+00 .3357E-01    0.9073 .2566E-01 .3998E-02    0.0008 .4351E-06 .2491E-0
  352         0.00  0.000  0.040  0.3788    2.9886 .0000E+00 .3314E-01    0.9171 .2593E-01 .4031E-02    0.0004 .2199E-06 .1885E-0
  353         0.75  0.031  0.047  0.4850    3.5574 .0000E+00 .3440E-01    0.9266 .2620E-01 .4063E-02    0.0008 .4549E-06 .2544E-0
  354  *      0.00  0.000  0.030  0.4735    5.4467 .0000E+00 .3857E-01    0.9415 .2662E-01 .4114E-02    0.0008 .4622E-06 .2562E-0
  355  *      0.34  0.000  0.035  0.4704    5.2196 .0000E+00 .3807E-01    0.9615 .2719E-01 .4181E-02    0.0008 .4641E-06 .3213E-0
  356  *      0.00  0.000  0.026  0.4674    5.1352 .0000E+00 .3789E-01    0.9787 .2767E-01 .4239E-02    0.0008 .4655E-06 .2577E-0
  357  *      0.00  0.000  0.029  0.4644    5.0517 .0000E+00 .3770E-01    0.9941 .2811E-01 .4290E-02    0.0009 .4731E-06 .2598E-0
  358  *      0.23  0.000  0.000  0.4614    4.9690 .0000E+00 .3752E-01    1.0077 .2849E-01 .4335E-02    0.0009 .4836E-06 .2627E-0
  359  *      0.00  0.000  0.032  0.4585    4.8940 .0000E+00 .3735E-01    1.0198 .2883E-01 .4375E-02    0.0009 .4966E-06 .2662E-0
  360         0.00  0.000  0.037  0.4556    4.8134 .0000E+00 .3717E-01    1.0304 .2913E-01 .4411E-02    0.0009 .5120E-06 .2703E-0
  361  *      0.00  0.000  0.032  0.4527    4.7332 .0000E+00 .3700E-01    1.0397 .2940E-01 .4441E-02    0.0009 .5294E-06 .2749E-0
  362  *      0.00  0.000  0.036  0.4499    4.6543 .0000E+00 .3682E-01    1.0477 .2962E-01 .4468E-02    0.0009 .5486E-06 .2798E-0
  363         0.00  0.000  0.032  0.4692    4.7532 .0000E+00 .3704E-01    1.0550 .2983E-01 .4492E-02    0.0009 .5690E-06 .2849E-0
  364         0.00  0.000  0.036  0.4570    4.9716 .0000E+00 .3752E-01    1.0626 .3005E-01 .4517E-02    0.0010 .5893E-06 .2900E-0
  365         0.00  0.000  0.042  0.4438    4.7278 .0000E+00 .3699E-01    1.0698 .3025E-01 .4541E-02    0.0010 .6102E-06 .2951E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    5
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    4.75    2.72    4.29    3.34    1.98    3.25
                                  4.13    6.92    3.90    1.78    3.54    3.12
 
 RUNOFF                           3.023   2.017   1.026   1.270   0.051   0.018
                                  0.049   0.680   0.850   0.004   0.198   0.034
 
 EVAPOTRANSPIRATION               0.798   0.559   2.496   2.868   2.100   3.092
                                  3.885   5.689   2.315   1.758   1.700   1.208
 
 PERCOLATION/LEAKAGE THROUGH      0.7294  0.0000  0.8136  0.7333  0.1880  0.0973
   LAYER  2                       0.0867  0.7052  0.3265  0.0488  1.0296  1.0157
 
 LATERAL DRAINAGE COLLECTED       0.7181  0.1216  0.4078  0.7891  0.1812  0.1738
   FROM LAYER  3                  0.0782  0.4888  0.2069  0.2130  0.5839  0.8513
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1142  0.0274  0.0694  0.1219  0.0387  0.0377
   LAYER  4                       0.0205  0.0834  0.0423  0.0429  0.0947  0.1306
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0363  0.1016  0.0365  0.0566  0.1190  0.0713
   LAYER  7                       0.0631  0.0137  0.0608  0.0622  0.0147  0.0672
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.809   0.000   2.677   2.456   0.130   0.011
   TOP OF LAYER  2                0.011   1.895   0.923   0.035   3.922   2.818
 
 STD. DEVIATION OF DAILY          1.684   0.000   1.812   2.252   0.270   0.032
   HEAD ON TOP OF LAYER  2        0.035   1.693   1.454   0.146   1.137   1.888
 
 AVERAGE DAILY HEAD ON            0.819   0.154   0.465   0.930   0.207   0.205
   TOP OF LAYER  4                0.089   0.558   0.244   0.243   0.688   0.971
 



 STD. DEVIATION OF DAILY          0.141   0.114   0.331   0.176   0.119   0.085
   HEAD ON TOP OF LAYER  4        0.047   0.233   0.154   0.186   0.304   0.050
 
 AVERAGE DAILY HEAD ON            0.000   0.001   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.001   0.001   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    5
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           43.72         396758.875    100.00
 
   RUNOFF                                   9.221         83684.492     21.09
 
   EVAPOTRANSPIRATION                      28.466        258326.578     65.11
 
   PERC./LEAKAGE THROUGH LAYER  2           5.774063      52399.617     13.21
 
   AVG. HEAD ON TOP OF LAYER  2             1.3905
 
   DRAINAGE COLLECTED FROM LAYER  3         4.8137        43683.969     11.01
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.823709       7475.163      1.88
 
   AVG. HEAD ON TOP OF LAYER  4             0.4644
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.198      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.703105       6380.682      1.61
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  0.516          4682.343      1.18
 
   SOIL WATER AT START OF YEAR            285.092       2587205.500
 
   SOIL WATER AT END OF YEAR              285.607       2591888.000
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.388      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    6
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.01  0.000  0.050  0.4310    4.4775 .0000E+00 .3643E-01    1.0749 .3039E-01 .4558E-02    0.0005 .3131E-06 .2249E-0
    2  *      0.00  0.000  0.038  0.4187    4.2470 .0000E+00 .3592E-01    1.0783 .3049E-01 .4568E-02    0.0010 .6541E-06 .3053E-0
    3         0.34  0.000  0.056  0.4601    4.1969 .0000E+00 .3581E-01    1.0804 .3055E-01 .4576E-02    0.0010 .6811E-06 .3116E-0
    4  *      0.00  0.000  0.036  0.4479    4.8321 .0000E+00 .3722E-01    1.0836 .3064E-01 .4586E-02    0.0010 .7074E-06 .3175E-0
    5  *      0.00  0.000  0.000  0.4418    4.6008 .0000E+00 .3670E-01    1.0883 .3077E-01 .4601E-02    0.0011 .7315E-06 .3228E-0
    6  *      0.00  0.000  0.000  0.4357    4.4323 .0000E+00 .3633E-01    1.0914 .3086E-01 .4611E-02    0.0011 .7560E-06 .3282E-0
    7  *      0.10  0.000  0.028  0.4330    4.2655 .0000E+00 .3596E-01    1.0933 .3091E-01 .4618E-02    0.0011 .7822E-06 .3339E-0
    8  *      0.00  0.000  0.044  0.4284    4.1299 .0000E+00 .3566E-01    1.0941 .3094E-01 .4620E-02    0.0011 .8096E-06 .4255E-0
    9  *      0.00  0.000  0.035  0.4167    3.9778 .0000E+00 .3533E-01    1.0940 .3093E-01 .4620E-02    0.0011 .8448E-06 .3470E-0
   10  *      0.00  0.000  0.036  0.4049    3.7579 .0000E+00 .3484E-01    1.0930 .3090E-01 .4617E-02    0.0012 .8741E-06 .3529E-0
   11         0.00  0.000  0.043  0.3919    3.5396 .0000E+00 .3436E-01    1.0907 .3084E-01 .4609E-02    0.0012 .9044E-06 .3590E-0
   12  *  *   0.00  0.000  0.000  0.3870    1.5458 .0000E+00 .2995E-01    1.0835 .3064E-01 .4586E-02    0.0006 .4708E-06 .2743E-0
   13     *   0.16  0.019  0.009  0.4041    0.8129 .0000E+00 .2833E-01    1.0681 .3020E-01 .4535E-02    0.0012 .9753E-06 .3733E-0



   14     *   0.00  0.000  0.000  0.3994    0.6829 .0000E+00 .2804E-01    1.0512 .2972E-01 .4479E-02    0.0013 .1024E-05 .3825E-0
   15  *  *   0.00  0.000  0.000  0.3948    0.5541 .0000E+00 .2776E-01    1.0349 .2926E-01 .4425E-02    0.0013 .1071E-05 .4895E-0
   16  *  *   0.26  0.000  0.033  0.3902    0.4267 .0000E+00 .2748E-01    1.0191 .2882E-01 .4373E-02    0.0013 .1127E-05 .4004E-0
   17  *  *   0.00  0.000  0.033  0.3857    0.3006 .0000E+00 .2720E-01    1.0040 .2839E-01 .4323E-02    0.0013 .1165E-05 .4071E-0
   18  *  *   0.16  0.000  0.032  0.3812    0.1757 .0000E+00 .2692E-01    0.9893 .2797E-01 .4274E-02    0.0014 .1199E-05 .4130E-0
   19  *  *   0.07  0.000  0.026  0.3777    0.0521 .0000E+00 .2133E-01    0.9699 .2742E-01 .4209E-02    0.0014 .1240E-05 .4199E-0
   20  *  *   0.00  0.000  0.023  0.3777    0.0000 .0000E+00 .0000E+00    0.9219 .2607E-01 .4047E-02    0.0007 .6665E-06 .3266E-0
   21  *  *   0.00  0.000  0.037  0.3777    0.0000 .0000E+00 .0000E+00    0.8435 .2385E-01 .3779E-02    0.0015 .1423E-05 .5679E-0
   22  *  *   0.00  0.000  0.035  0.3777    0.0000 .0000E+00 .0000E+00    0.7716 .2182E-01 .3528E-02    0.0016 .1616E-05 .4789E-0
   23  *  *   0.00  0.000  0.037  0.3777    0.0000 .0000E+00 .0000E+00    0.7056 .1995E-01 .3293E-02    0.0008 .8631E-06 .3720E-0
   24  *  *   0.00  0.000  0.030  0.3777    0.0000 .0000E+00 .0000E+00    0.6451 .1824E-01 .3074E-02    0.0017 .1776E-05 .5046E-0
   25  *  *   0.00  0.000  0.031  0.3777    0.0000 .0000E+00 .0000E+00    0.5896 .1667E-01 .2868E-02    0.0017 .1852E-05 .6434E-0
   26  *  *   0.02  0.000  0.030  0.3777    0.0000 .0000E+00 .0000E+00    0.5388 .1523E-01 .2676E-02    0.0017 .1941E-05 .5245E-0
   27  *  *   0.00  0.000  0.038  0.3777    0.0000 .0000E+00 .0000E+00    0.4921 .1392E-01 .2497E-02    0.0018 .1977E-05 .5294E-0
   28  *  *   0.39  0.000  0.029  0.3777    0.0000 .0000E+00 .0000E+00    0.4494 .1271E-01 .2329E-02    0.0018 .1999E-05 .5323E-0
   29     *   0.00  0.005  0.036  0.3856    0.0000 .0000E+00 .0000E+00    0.4103 .1160E-01 .2172E-02    0.0009 .1018E-05 .4015E-0
   30     *   0.00  0.167  0.018  0.4114    0.0000 .0000E+00 .0000E+00    0.3745 .1059E-01 .2025E-02    0.0018 .1993E-05 .5333E-0
   31     *   0.00  0.000  0.057  0.4114    0.0000 .0000E+00 .0000E+00    0.3417 .9661E-02 .1888E-02    0.0018 .1984E-05 .5320E-0
   32     *   0.05  0.004  0.008  0.4177    0.0000 .0000E+00 .0000E+00    0.3116 .8811E-02 .1760E-02    0.0017 .1967E-05 .5295E-0
   33     *   0.00  0.000  0.000  0.4177    0.0000 .0000E+00 .0000E+00    0.2841 .8034E-02 .1640E-02    0.0017 .1942E-05 .5261E-0
   34     *   0.00  0.000  0.000  0.4177    0.0000 .0000E+00 .0000E+00    0.2590 .7322E-02 .1527E-02    0.0017 .1912E-05 .5218E-0
   35  *  *   0.43  0.000  0.033  0.4177    0.0000 .0000E+00 .0000E+00    0.2360 .6672E-02 .1423E-02    0.0017 .1862E-05 .6443E-0
   36  *  *   0.22  0.000  0.031  0.4177    0.0000 .0000E+00 .0000E+00    0.2149 .6076E-02 .1325E-02    0.0017 .1835E-05 .5099E-0
   37  *  *   0.00  0.000  0.041  0.4177    0.0000 .0000E+00 .0000E+00    0.1957 .5532E-02 .1233E-02    0.0017 .1791E-05 .5037E-0
   38     *   0.00  0.431  0.004  0.4362    0.0000 .0000E+00 .0000E+00    0.1781 .5035E-02 .1148E-02    0.0016 .1745E-05 .4972E-0
   39     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.1620 .4581E-02 .1068E-02    0.0016 .1697E-05 .4904E-0
   40     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.1473 .4166E-02 .9931E-03    0.0016 .1649E-05 .4833E-0
   41     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.1339 .3786E-02 .9234E-03    0.0016 .1599E-05 .4760E-0
   42     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.1217 .3440E-02 .8583E-03    0.0016 .1550E-05 .4686E-0
   43  *  *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.1105 .3125E-02 .7976E-03    0.0008 .7613E-06 .3471E-0
   44  *  *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.1003 .2836E-02 .7409E-03    0.0015 .1459E-05 .4554E-0
   45  *  *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.0910 .2574E-02 .6881E-03    0.0015 .1411E-05 .4478E-0
   46     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.0826 .2334E-02 .6387E-03    0.0015 .1364E-05 .4403E-0
   47     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.0748 .2116E-02 .5927E-03    0.0014 .1318E-05 .4327E-0
   48  *  *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.0678 .1917E-02 .5498E-03    0.0014 .1272E-05 .4252E-0
   49     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.0614 .1736E-02 .5098E-03    0.0014 .1228E-05 .4177E-0
   50     *   0.00  0.000  0.000  0.4362    0.0000 .0000E+00 .0000E+00    0.0556 .1571E-02 .4725E-03    0.0014 .1185E-05 .4103E-0
   51     *   0.01  0.000  0.006  0.4370    0.0000 .0000E+00 .0000E+00    0.0503 .1421E-02 .4378E-03    0.0013 .1143E-05 .4030E-0
   52     *   0.06  0.021  0.007  0.4423    0.0000 .0000E+00 .0000E+00    0.0454 .1285E-02 .4054E-03    0.0013 .1103E-05 .3958E-0
   53     *   0.00  0.000  0.000  0.4423    0.0000 .0000E+00 .0000E+00    0.0411 .1161E-02 .3753E-03    0.0013 .1064E-05 .4845E-0
   54     *   0.33  0.278  0.007  0.4496    0.0000 .0000E+00 .0000E+00    0.0371 .1048E-02 .3473E-03    0.0013 .1019E-05 .3800E-0
   55         0.78  0.541  0.082  0.4712    3.6974 .0000E+00 .2807E-01    0.0613 .1733E-02 .5043E-03    0.0012 .8904E-06 .3553E-0
   56         0.67  0.385  0.067  0.5010    5.6849 .0000E+00 .3910E-01    0.1393 .3940E-02 .9489E-03    0.0010 .6510E-06 .3039E-0
   57         0.00  0.000  0.101  0.4777    5.7625 .0000E+00 .3927E-01    0.2284 .6459E-02 .1387E-02    0.0008 .4608E-06 .2558E-0
   58         0.70  0.452  0.069  0.5010    5.7558 .0000E+00 .3926E-01    0.3102 .8770E-02 .1753E-02    0.0007 .3316E-06 .2171E-0
   59         0.23  0.223  0.074  0.4833    5.8180 .0000E+00 .3940E-01    0.3850 .1089E-01 .2068E-02    0.0006 .2412E-06 .1853E-0
   60         0.00  0.000  0.076  0.4643    5.3381 .0000E+00 .3833E-01    0.4528 .1280E-01 .2342E-02    0.0005 .1779E-06 .1592E-0
   61         0.00  0.000  0.084  0.4442    4.8581 .0000E+00 .3727E-01    0.5121 .1448E-01 .2574E-02    0.0005 .1346E-06 .1386E-0
   62         0.00  0.000  0.091  0.4229    4.4481 .0000E+00 .3637E-01    0.5638 .1594E-01 .2771E-02    0.0004 .1051E-06 .1225E-0
   63  *      0.08  0.000  0.053  0.4202    4.1288 .0000E+00 .3566E-01    0.6090 .1722E-01 .2941E-02    0.0004 .8486E-07 .1102E-0
   64         0.00  0.000  0.091  0.4003    3.9559 .0000E+00 .3528E-01    0.6490 .1835E-01 .3088E-02    0.0003 .7097E-07 .1008E-0
   65         0.00  0.000  0.079  0.3813    3.7380 .0000E+00 .3480E-01    0.6845 .1936E-01 .3217E-02    0.0003 .6153E-07 .9394E-0
   66  *      0.00  0.000  0.073  0.3635    3.4644 .0000E+00 .3419E-01    0.7158 .2024E-01 .3330E-02    0.0003 .5558E-07 .8933E-0
   67         0.00  0.000  0.076  0.3452    3.1958 .0000E+00 .3360E-01    0.7428 .2100E-01 .3426E-02    0.0001 .2620E-07 .6441E-0
   68  *      0.00  0.000  0.062  0.3293    2.9304 .0000E+00 .3301E-01    0.7661 .2166E-01 .3509E-02    0.0003 .5294E-07 .8623E-0
   69  *      0.52  0.000  0.036  0.3272    2.7403 .0000E+00 .3259E-01    0.7861 .2223E-01 .3579E-02    0.0003 .5452E-07 .1092E-0
   70         0.00  0.000  0.040  0.3925    2.5907 .0000E+00 .3226E-01    0.8034 .2272E-01 .3640E-02    0.0003 .5507E-07 .8900E-0
   71         0.00  0.000  0.108  0.3690    2.9641 .0000E+00 .3309E-01    0.8196 .2317E-01 .3696E-02    0.0003 .5852E-07 .9175E-0
   72         0.58  0.003  0.089  0.4447    3.0776 .0000E+00 .3334E-01    0.8360 .2364E-01 .3753E-02    0.0003 .6230E-07 .9465E-0
   73         0.00  0.000  0.089  0.4240    4.2542 .0000E+00 .3594E-01    0.8541 .2415E-01 .3816E-02    0.0002 .3287E-07 .7211E-0
   74         0.00  0.000  0.094  0.4024    3.9020 .0000E+00 .3516E-01    0.8741 .2472E-01 .3884E-02    0.0003 .6920E-07 .9893E-0
   75         0.00  0.000  0.091  0.3815    3.5936 .0000E+00 .3448E-01    0.8905 .2518E-01 .3940E-02    0.0003 .7377E-07 .1023E-0
   76         0.00  0.000  0.089  0.3610    3.2997 .0000E+00 .3383E-01    0.9038 .2555E-01 .3986E-02    0.0004 .8051E-07 .1070E-0
   77         0.91  0.053  0.068  0.4868    3.5249 .0000E+00 .3433E-01    0.9154 .2588E-01 .4025E-02    0.0004 .8896E-07 .1126E-0
   78         0.00  0.000  0.104  0.4630    5.4053 .0000E+00 .3848E-01    0.9311 .2633E-01 .4078E-02    0.0004 .9700E-07 .1174E-0
   79         0.00  0.000  0.129  0.4353    4.8104 .0000E+00 .3717E-01    0.9508 .2688E-01 .4145E-02    0.0004 .1034E-06 .1211E-0
   80         0.00  0.000  0.115  0.4100    4.3039 .0000E+00 .3605E-01    0.9657 .2730E-01 .4195E-02    0.0004 .1114E-06 .1259E-0
   81         0.00  0.000  0.096  0.3882    3.8863 .0000E+00 .3512E-01    0.9766 .2761E-01 .4232E-02    0.0004 .1227E-06 .1323E-0
   82         0.01  0.000  0.115  0.3650    3.6337 .0000E+00 .3457E-01    0.9846 .2784E-01 .4258E-02    0.0005 .1368E-06 .1398E-0
   83         0.00  0.000  0.103  0.3422    3.2754 .0000E+00 .3377E-01    0.9902 .2800E-01 .4277E-02    0.0005 .1534E-06 .1481E-0
   84         0.00  0.000  0.111  0.3182    2.8914 .0000E+00 .3292E-01    0.9933 .2809E-01 .4287E-02    0.0005 .1725E-06 .1571E-0
   85         0.00  0.000  0.131  0.2910    2.5566 .0000E+00 .3218E-01    0.9940 .2811E-01 .4290E-02    0.0006 .1973E-06 .2101E-0
   86         0.00  0.000  0.125  0.2650    2.0449 .0000E+00 .3105E-01    0.9923 .2806E-01 .4284E-02    0.0006 .2254E-06 .1796E-0
   87         0.00  0.000  0.129  0.2384    1.7168 .0000E+00 .3033E-01    0.9882 .2794E-01 .4270E-02    0.0006 .2536E-06 .1905E-0
   88         0.00  0.000  0.126  0.2125    1.2205 .0000E+00 .2923E-01    0.9822 .2777E-01 .4250E-02    0.0007 .2843E-06 .2016E-0
   89         0.91  0.019  0.092  0.3409    0.8702 .0000E+00 .2846E-01    0.9742 .2755E-01 .4224E-02    0.0007 .3175E-06 .2130E-0
   90         0.06  0.000  0.100  0.3294    1.3162 .0000E+00 .2944E-01    0.9665 .2733E-01 .4198E-02    0.0007 .3506E-06 .2238E-0
   91         0.00  0.000  0.101  0.3076    1.4553 .0000E+00 .2975E-01    0.9614 .2718E-01 .4181E-02    0.0008 .3813E-06 .2333E-0
   92         0.00  0.000  0.096  0.2867    1.2828 .0000E+00 .2937E-01    0.9568 .2705E-01 .4165E-02    0.0008 .4114E-06 .2423E-0
   93         0.43  0.000  0.113  0.3347    1.0968 .0000E+00 .2896E-01    0.9516 .2691E-01 .4148E-02    0.0008 .4420E-06 .2512E-0
   94         0.00  0.000  0.149  0.3050    0.9665 .0000E+00 .2867E-01    0.9459 .2674E-01 .4128E-02    0.0009 .4731E-06 .2598E-0
   95         0.00  0.000  0.167  0.2724    1.0738 .0000E+00 .2891E-01    0.9404 .2659E-01 .4110E-02    0.0009 .5034E-06 .2680E-0
   96         0.00  0.000  0.204  0.2336    0.8919 .0000E+00 .2850E-01    0.9353 .2645E-01 .4093E-02    0.0009 .5327E-06 .2756E-0
   97         0.00  0.000  0.206  0.1946    0.7311 .0000E+00 .2815E-01    0.9296 .2629E-01 .4073E-02    0.0009 .5622E-06 .2831E-0
   98         0.00  0.000  0.156  0.1639    0.4676 .0000E+00 .2757E-01    0.9233 .2611E-01 .4052E-02    0.0010 .5919E-06 .2905E-0
   99         0.00  0.000  0.139  0.1407    0.0284 .0000E+00 .0000E+00    0.8892 .2514E-01 .3936E-02    0.0005 .3277E-06 .2295E-0
  100         0.00  0.000  0.034  0.1350    0.0000 .0000E+00 .0000E+00    0.8135 .2300E-01 .3675E-02    0.0011 .7427E-06 .3283E-0
  101         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7440 .2104E-01 .3430E-02    0.0011 .8659E-06 .4439E-0
  102         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6803 .1924E-01 .3202E-02    0.0013 .1022E-05 .3810E-0
  103         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6219 .1758E-01 .2988E-02    0.0013 .1120E-05 .3988E-0
  104         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5684 .1607E-01 .2789E-02    0.0007 .6027E-06 .3108E-0
  105         0.09  0.000  0.010  0.1484    0.0000 .0000E+00 .0000E+00    0.5193 .1468E-01 .2602E-02    0.0014 .1246E-05 .4229E-0
  106         0.05  0.000  0.021  0.1532    0.0000 .0000E+00 .0000E+00    0.4743 .1341E-01 .2427E-02    0.0014 .1310E-05 .4332E-0
  107         0.00  0.000  0.014  0.1508    0.0000 .0000E+00 .0000E+00    0.4331 .1225E-01 .2264E-02    0.0014 .1361E-05 .4414E-0
  108         0.00  0.000  0.022  0.1472    0.0000 .0000E+00 .0000E+00    0.3953 .1118E-01 .2111E-02    0.0015 .1400E-05 .4475E-0
  109         0.00  0.000  0.021  0.1437    0.0000 .0000E+00 .0000E+00    0.3608 .1020E-01 .1968E-02    0.0015 .1429E-05 .4520E-0



  110         0.00  0.000  0.020  0.1404    0.0000 .0000E+00 .0000E+00    0.3291 .9306E-02 .1835E-02    0.0015 .1440E-05 .5677E-0
  111         0.00  0.000  0.023  0.1365    0.0000 .0000E+00 .0000E+00    0.3001 .8486E-02 .1710E-02    0.0015 .1471E-05 .4567E-0
  112         0.32  0.000  0.024  0.1858    0.0000 .0000E+00 .0000E+00    0.2736 .7736E-02 .1593E-02    0.0015 .1472E-05 .4568E-0
  113         0.27  0.000  0.024  0.2268    0.0000 .0000E+00 .0000E+00    0.2493 .7050E-02 .1484E-02    0.0015 .1466E-05 .4559E-0
  114         0.00  0.000  0.024  0.2228    0.0000 .0000E+00 .0000E+00    0.2272 .6423E-02 .1382E-02    0.0015 .1455E-05 .4541E-0
  115         0.65  0.003  0.030  0.3258    0.0000 .0000E+00 .0000E+00    0.2069 .5849E-02 .1287E-02    0.0015 .1439E-05 .4516E-0
  116         0.00  0.000  0.155  0.2953    0.3841 .0000E+00 .2738E-01    0.2155 .6093E-02 .1327E-02    0.0007 .6790E-06 .3281E-0
  117         1.11  0.097  0.154  0.4336    1.1919 .0000E+00 .2917E-01    0.2692 .7611E-02 .1573E-02    0.0014 .1203E-05 .4099E-0
  118         0.45  0.010  0.171  0.4724    4.3910 .0000E+00 .3624E-01    0.3282 .9279E-02 .1830E-02    0.0013 .1015E-05 .3762E-0
  119         0.48  0.074  0.196  0.5010    5.4838 .0000E+00 .3866E-01    0.3960 .1120E-01 .2113E-02    0.0012 .8442E-06 .3425E-0
  120         0.00  0.000  0.175  0.4654    5.6424 .0000E+00 .3901E-01    0.4623 .1307E-01 .2380E-02    0.0011 .6988E-06 .3116E-0
  121         0.62  0.216  0.152  0.5010    5.5120 .0000E+00 .3872E-01    0.5233 .1480E-01 .2617E-02    0.0010 .5847E-06 .2852E-0
  122         0.00  0.000  0.197  0.4617    5.6065 .0000E+00 .3893E-01    0.5789 .1637E-01 .2828E-02    0.0009 .4971E-06 .3278E-0
  123         0.19  0.000  0.169  0.4590    4.8296 .0000E+00 .3721E-01    0.6286 .1777E-01 .3013E-02    0.0008 .4084E-06 .2411E-0
  124         0.02  0.000  0.178  0.4266    4.6320 .0000E+00 .3677E-01    0.6709 .1897E-01 .3168E-02    0.0008 .3658E-06 .2283E-0
  125         0.00  0.000  0.173  0.3919    4.1587 .0000E+00 .3573E-01    0.7079 .2002E-01 .3302E-02    0.0007 .3348E-06 .2184E-0
  126         0.11  0.000  0.210  0.3694    3.6096 .0000E+00 .3451E-01    0.7390 .2090E-01 .3413E-02    0.0007 .3141E-06 .2116E-0
  127         0.08  0.000  0.180  0.3472    3.1243 .0000E+00 .3344E-01    0.7645 .2162E-01 .3503E-02    0.0003 .1490E-06 .1552E-0
  128         0.71  0.011  0.213  0.4226    2.8696 .0000E+00 .3288E-01    0.7856 .2221E-01 .3577E-02    0.0007 .2998E-06 .2059E-0
  129         0.00  0.000  0.227  0.3791    3.4775 .0000E+00 .3422E-01    0.8054 .2277E-01 .3647E-02    0.0007 .2955E-06 .2045E-0
  130         0.00  0.000  0.205  0.3395    3.0199 .0000E+00 .3321E-01    0.8247 .2332E-01 .3714E-02    0.0007 .2930E-06 .2037E-0
  131         0.41  0.000  0.151  0.3773    2.6922 .0000E+00 .3248E-01    0.8401 .2375E-01 .3767E-02    0.0007 .2942E-06 .2043E-0
  132         0.00  0.000  0.219  0.3355    2.4018 .0000E+00 .3184E-01    0.8524 .2410E-01 .3810E-02    0.0007 .2994E-06 .2586E-0
  133         0.96  0.052  0.238  0.4419    2.4394 .0000E+00 .3193E-01    0.8627 .2439E-01 .3845E-02    0.0007 .3085E-06 .2099E-0
  134         0.32  0.000  0.178  0.4594    4.4293 .0000E+00 .3633E-01    0.8766 .2479E-01 .3893E-02    0.0007 .3143E-06 .2118E-0
  135         0.00  0.000  0.260  0.4100    4.4115 .0000E+00 .3629E-01    0.8965 .2535E-01 .3961E-02    0.0007 .3148E-06 .2120E-0
  136         0.07  0.000  0.260  0.3726    3.7049 .0000E+00 .3472E-01    0.9131 .2582E-01 .4017E-02    0.0007 .3196E-06 .2137E-0
  137         0.00  0.000  0.219  0.3306    3.1208 .0000E+00 .3343E-01    0.9246 .2614E-01 .4056E-02    0.0007 .3304E-06 .2172E-0
  138         0.14  0.000  0.181  0.3183    2.7185 .0000E+00 .3254E-01    0.9321 .2636E-01 .4082E-02    0.0004 .1728E-06 .1659E-0
  139         0.00  0.000  0.248  0.2716    2.2208 .0000E+00 .3144E-01    0.9365 .2648E-01 .4097E-02    0.0007 .3602E-06 .2266E-0
  140         0.02  0.000  0.183  0.2393    1.8103 .0000E+00 .3053E-01    0.9378 .2652E-01 .4101E-02    0.0008 .3811E-06 .2332E-0
  141         0.00  0.000  0.243  0.1940    1.1381 .0000E+00 .2905E-01    0.9361 .2647E-01 .4095E-02    0.0008 .4054E-06 .2406E-0
  142         0.00  0.000  0.175  0.1602    0.5495 .0000E+00 .2775E-01    0.9309 .2632E-01 .4078E-02    0.0008 .4334E-06 .2489E-0
  143         0.00  0.000  0.095  0.1444    0.0028 .0000E+00 .0000E+00    0.8964 .2535E-01 .3960E-02    0.0009 .4874E-06 .3320E-0
  144         0.00  0.000  0.056  0.1350    0.0000 .0000E+00 .0000E+00    0.8201 .2319E-01 .3698E-02    0.0010 .6282E-06 .2991E-0
  145         0.26  0.000  0.033  0.1728    0.0000 .0000E+00 .0000E+00    0.7501 .2121E-01 .3452E-02    0.0011 .7449E-06 .3255E-0
  146         0.14  0.000  0.046  0.1884    0.0000 .0000E+00 .0000E+00    0.6859 .1939E-01 .3222E-02    0.0006 .4275E-06 .2614E-0
  147         0.00  0.000  0.045  0.1809    0.0000 .0000E+00 .0000E+00    0.6271 .1773E-01 .3007E-02    0.0012 .9147E-06 .3631E-0
  148         0.05  0.000  0.050  0.1809    0.0000 .0000E+00 .0000E+00    0.5731 .1620E-01 .2806E-02    0.0012 .1005E-05 .3804E-0
  149         0.00  0.000  0.050  0.1725    0.0000 .0000E+00 .0000E+00    0.5236 .1481E-01 .2619E-02    0.0013 .1085E-05 .3948E-0
  150         0.26  0.000  0.050  0.2075    0.0000 .0000E+00 .0000E+00    0.4783 .1352E-01 .2443E-02    0.0013 .1153E-05 .4067E-0
  151         0.55  0.000  0.166  0.2715    0.0000 .0000E+00 .0000E+00    0.4367 .1235E-01 .2278E-02    0.0014 .1209E-05 .4163E-0
  152         0.00  0.000  0.238  0.2318    0.0000 .0000E+00 .0000E+00    0.3987 .1127E-01 .2125E-02    0.0014 .1255E-05 .4239E-0
  153         0.00  0.000  0.285  0.1843    0.0000 .0000E+00 .0000E+00    0.3638 .1029E-01 .1981E-02    0.0014 .1291E-05 .4297E-0
  154         0.00  0.000  0.224  0.1469    0.0000 .0000E+00 .0000E+00    0.3319 .9384E-02 .1846E-02    0.0014 .1317E-05 .4339E-0
  155         0.00  0.000  0.071  0.1351    0.0000 .0000E+00 .0000E+00    0.3027 .8558E-02 .1721E-02    0.0014 .1335E-05 .4367E-0
  156         0.83  0.006  0.064  0.2617    0.0000 .0000E+00 .0000E+00    0.2759 .7802E-02 .1603E-02    0.0014 .1345E-05 .4382E-0
  157         0.00  0.000  0.177  0.2322    0.0000 .0000E+00 .0000E+00    0.2515 .7111E-02 .1494E-02    0.0014 .1348E-05 .4386E-0
  158         0.80  0.015  0.217  0.3269    0.0000 .0000E+00 .0000E+00    0.2291 .6478E-02 .1391E-02    0.0014 .1337E-05 .5465E-0
  159         0.00  0.000  0.252  0.2803    0.4839 .0000E+00 .2760E-01    0.2361 .6675E-02 .1423E-02    0.0014 .1268E-05 .4240E-0
  160         0.00  0.000  0.273  0.2302    0.5680 .0000E+00 .2779E-01    0.2870 .8114E-02 .1652E-02    0.0013 .1083E-05 .3919E-0
  161         0.29  0.000  0.209  0.2391    0.4225 .0000E+00 .2747E-01    0.3335 .9430E-02 .1853E-02    0.0012 .9361E-06 .3645E-0
  162         0.72  0.007  0.233  0.3146    0.2655 .0000E+00 .2712E-01    0.3753 .1061E-01 .2028E-02    0.0011 .8207E-06 .3413E-0
  163         0.00  0.000  0.233  0.2714    0.1799 .0000E+00 .2693E-01    0.4128 .1167E-01 .2182E-02    0.0005 .3665E-06 .2417E-0
  164         0.00  0.000  0.212  0.2316    0.2264 .0000E+00 .2703E-01    0.4469 .1264E-01 .2319E-02    0.0010 .6800E-06 .3090E-0
  165         0.00  0.000  0.256  0.1850    0.0849 .0000E+00 .2335E-01    0.4747 .1342E-01 .2429E-02    0.0010 .6184E-06 .3679E-0
  166         0.00  0.000  0.255  0.1424    0.0000 .0000E+00 .0000E+00    0.4710 .1332E-01 .2414E-02    0.0010 .5983E-06 .2916E-0
  167         0.00  0.000  0.045  0.1350    0.0000 .0000E+00 .0000E+00    0.4300 .1216E-01 .2252E-02    0.0010 .6573E-06 .3056E-0
  168         0.60  0.000  0.127  0.2139    0.0000 .0000E+00 .0000E+00    0.3925 .1110E-01 .2100E-02    0.0010 .7099E-06 .3175E-0
  169         0.00  0.000  0.189  0.1824    0.0000 .0000E+00 .0000E+00    0.3582 .1013E-01 .1957E-02    0.0005 .3806E-06 .2462E-0
  170         0.00  0.000  0.251  0.1406    0.0000 .0000E+00 .0000E+00    0.3268 .9239E-02 .1825E-02    0.0011 .7782E-06 .3340E-0
  171         0.00  0.000  0.027  0.1361    0.0000 .0000E+00 .0000E+00    0.2980 .8425E-02 .1700E-02    0.0011 .8133E-06 .3413E-0
  172         0.00  0.000  0.007  0.1350    0.0000 .0000E+00 .0000E+00    0.2716 .7681E-02 .1584E-02    0.0011 .8385E-06 .4337E-0
  173         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2475 .6999E-02 .1476E-02    0.0006 .4429E-06 .2653E-0
  174         0.02  0.000  0.017  0.1356    0.0000 .0000E+00 .0000E+00    0.2255 .6376E-02 .1374E-02    0.0012 .8834E-06 .3553E-0
  175         0.01  0.000  0.012  0.1353    0.0000 .0000E+00 .0000E+00    0.2054 .5806E-02 .1279E-02    0.0012 .8964E-06 .4467E-0
  176         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1869 .5286E-02 .1191E-02    0.0012 .9120E-06 .3597E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1701 .4810E-02 .1108E-02    0.0012 .9151E-06 .3603E-0
  178         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1547 .4375E-02 .1031E-02    0.0012 .9146E-06 .3602E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1407 .3977E-02 .9587E-03    0.0012 .9110E-06 .3594E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1278 .3615E-02 .8913E-03    0.0012 .9047E-06 .3582E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1161 .3284E-02 .8284E-03    0.0012 .8960E-06 .3565E-0
  182         0.57  0.000  0.072  0.2180    0.0000 .0000E+00 .0000E+00    0.1054 .2982E-02 .7696E-03    0.0006 .4426E-06 .2665E-0
  183         0.00  0.000  0.078  0.2049    0.0000 .0000E+00 .0000E+00    0.0957 .2706E-02 .7148E-03    0.0012 .8726E-06 .3525E-0
  184         0.83  0.018  0.103  0.3231    0.0000 .0000E+00 .0000E+00    0.0868 .2455E-02 .6637E-03    0.0012 .8593E-06 .3497E-0
  185         0.13  0.000  0.273  0.2948    0.1564 .0000E+00 .2688E-01    0.1054 .2980E-02 .7675E-03    0.0011 .8003E-06 .3356E-0
  186         0.00  0.000  0.269  0.2454    0.2815 .0000E+00 .2715E-01    0.1658 .4687E-02 .1086E-02    0.0010 .6611E-06 .3756E-0
  187         0.00  0.000  0.277  0.1947    0.2603 .0000E+00 .2711E-01    0.2213 .6258E-02 .1354E-02    0.0009 .4848E-06 .2624E-0
  188         1.18  0.070  0.202  0.3417    0.0980 .0000E+00 .2675E-01    0.2716 .7681E-02 .1584E-02    0.0004 .1980E-06 .1777E-0
  189         0.28  0.000  0.180  0.3536    0.9641 .0000E+00 .2866E-01    0.3190 .9021E-02 .1791E-02    0.0007 .3486E-06 .2199E-0
  190         0.00  0.000  0.281  0.3018    1.4655 .0000E+00 .2977E-01    0.3666 .1036E-01 .1992E-02    0.0007 .2857E-06 .1990E-0
  191         0.00  0.000  0.312  0.2448    1.2886 .0000E+00 .2938E-01    0.4115 .1163E-01 .2177E-02    0.0006 .2350E-06 .1805E-0
  192         0.00  0.000  0.245  0.1991    0.9569 .0000E+00 .2865E-01    0.4513 .1276E-01 .2336E-02    0.0006 .1965E-06 .2058E-0
  193         0.00  0.000  0.275  0.1503    0.4152 .0000E+00 .1784E-01    0.4758 .1345E-01 .2433E-02    0.0005 .1668E-06 .1542E-0
  194         0.00  0.000  0.092  0.1350    0.0000 .0000E+00 .0000E+00    0.4631 .1310E-01 .2383E-02    0.0005 .1828E-06 .1614E-0
  195         0.39  0.000  0.102  0.1831    0.0000 .0000E+00 .0000E+00    0.4229 .1196E-01 .2223E-02    0.0006 .2252E-06 .1790E-0
  196         0.00  0.000  0.165  0.1556    0.0000 .0000E+00 .0000E+00    0.3860 .1091E-01 .2073E-02    0.0006 .2667E-06 .1948E-0
  197         0.00  0.000  0.106  0.1380    0.0000 .0000E+00 .0000E+00    0.3522 .9958E-02 .1932E-02    0.0007 .3066E-06 .2088E-0
  198         2.35  0.549  0.130  0.4166    0.0000 .0000E+00 .0000E+00    0.3213 .9084E-02 .1801E-02    0.0007 .3441E-06 .2211E-0
  199         0.00  0.000  0.216  0.3751    2.8363 .0000E+00 .3280E-01    0.3255 .9204E-02 .1819E-02    0.0007 .3352E-06 .2183E-0
  200         0.31  0.000  0.233  0.3823    3.2141 .0000E+00 .3364E-01    0.3830 .1083E-01 .2060E-02    0.0003 .1320E-06 .1454E-0
  201         0.30  0.000  0.213  0.3913    2.8426 .0000E+00 .3282E-01    0.4362 .1233E-01 .2276E-02    0.0006 .2303E-06 .1782E-0
  202         0.00  0.000  0.269  0.3410    2.6329 .0000E+00 .3235E-01    0.4831 .1366E-01 .2462E-02    0.0005 .1866E-06 .1606E-0
  203         0.00  0.000  0.239  0.2959    2.2879 .0000E+00 .3159E-01    0.5246 .1483E-01 .2622E-02    0.0005 .1550E-06 .1466E-0
  204         0.00  0.000  0.214  0.2551    1.9606 .0000E+00 .3087E-01    0.5606 .1585E-01 .2760E-02    0.0005 .1324E-06 .1357E-0
  205         0.00  0.000  0.247  0.2090    1.3593 .0000E+00 .2954E-01    0.5912 .1672E-01 .2875E-02    0.0004 .1168E-06 .1277E-0



  206         0.00  0.000  0.285  0.1579    0.5394 .0000E+00 .2100E-01    0.6086 .1721E-01 .2939E-02    0.0004 .1099E-06 .1245E-0
  207         0.00  0.000  0.137  0.1350    0.0000 .0000E+00 .0000E+00    0.5900 .1668E-01 .2870E-02    0.0004 .1218E-06 .1327E-0
  208         0.21  0.000  0.097  0.1538    0.0000 .0000E+00 .0000E+00    0.5391 .1524E-01 .2678E-02    0.0005 .1590E-06 .1928E-0
  209         0.00  0.000  0.080  0.1405    0.0000 .0000E+00 .0000E+00    0.4925 .1392E-01 .2498E-02    0.0006 .2249E-06 .1790E-0
  210         0.00  0.000  0.025  0.1364    0.0000 .0000E+00 .0000E+00    0.4497 .1272E-01 .2330E-02    0.0007 .2735E-06 .1973E-0
  211         0.20  0.000  0.090  0.1547    0.0000 .0000E+00 .0000E+00    0.4106 .1161E-01 .2173E-02    0.0004 .1604E-06 .1602E-0
  212         0.39  0.000  0.093  0.2041    0.0000 .0000E+00 .0000E+00    0.3747 .1060E-01 .2026E-02    0.0007 .3486E-06 .2244E-0
  213         0.00  0.000  0.202  0.1704    0.0000 .0000E+00 .0000E+00    0.3419 .9667E-02 .1889E-02    0.0008 .3912E-06 .2375E-0
  214         0.05  0.000  0.191  0.1470    0.0000 .0000E+00 .0000E+00    0.3118 .8817E-02 .1760E-02    0.0008 .4305E-06 .2489E-0
  215         0.07  0.000  0.074  0.1462    0.0000 .0000E+00 .0000E+00    0.2843 .8039E-02 .1640E-02    0.0008 .4661E-06 .2588E-0
  216         0.00  0.000  0.050  0.1379    0.0000 .0000E+00 .0000E+00    0.2591 .7327E-02 .1528E-02    0.0009 .4979E-06 .2673E-0
  217         0.00  0.000  0.013  0.1357    0.0000 .0000E+00 .0000E+00    0.2361 .6676E-02 .1423E-02    0.0009 .5259E-06 .2746E-0
  218         1.50  0.159  0.169  0.3311    0.0000 .0000E+00 .0000E+00    0.2150 .6080E-02 .1325E-02    0.0009 .5501E-06 .2807E-0
  219         0.42  0.001  0.234  0.3582    0.8490 .0000E+00 .2178E-01    0.2174 .6148E-02 .1336E-02    0.0009 .5457E-06 .2782E-0
  220         0.00  0.000  0.276  0.3070    1.8707 .0000E+00 .3067E-01    0.2634 .7448E-02 .1547E-02    0.0009 .4807E-06 .2585E-0
  221         0.00  0.000  0.236  0.2627    1.6247 .0000E+00 .3012E-01    0.3192 .9027E-02 .1792E-02    0.0008 .3912E-06 .2326E-0
  222         0.30  0.000  0.166  0.2801    1.4054 .0000E+00 .2964E-01    0.3690 .1043E-01 .2002E-02    0.0007 .3173E-06 .2097E-0
  223         0.17  0.000  0.210  0.2686    1.2047 .0000E+00 .2920E-01    0.4133 .1169E-01 .2184E-02    0.0006 .2626E-06 .1909E-0
  224         0.00  0.000  0.224  0.2265    0.9897 .0000E+00 .2872E-01    0.4527 .1280E-01 .2342E-02    0.0006 .2217E-06 .1756E-0
  225         0.00  0.000  0.250  0.1800    0.7380 .0000E+00 .2816E-01    0.4875 .1378E-01 .2479E-02    0.0005 .1918E-06 .2036E-0
  226         0.00  0.000  0.196  0.1455    0.1755 .0000E+00 .1129E-01    0.5017 .1419E-01 .2534E-02    0.0005 .1739E-06 .1574E-0
  227         0.13  0.000  0.124  0.1464    0.0000 .0000E+00 .0000E+00    0.4763 .1347E-01 .2435E-02    0.0006 .2021E-06 .1697E-0
  228         0.08  0.000  0.084  0.1457    0.0000 .0000E+00 .0000E+00    0.4350 .1230E-01 .2271E-02    0.0003 .1237E-06 .1406E-0
  229         0.09  0.000  0.086  0.1463    0.0000 .0000E+00 .0000E+00    0.3971 .1123E-01 .2118E-02    0.0006 .2751E-06 .1997E-0
  230         0.00  0.000  0.056  0.1370    0.0000 .0000E+00 .0000E+00    0.3623 .1025E-01 .1975E-02    0.0007 .3178E-06 .2143E-0
  231         0.00  0.000  0.010  0.1355    0.0000 .0000E+00 .0000E+00    0.3305 .9346E-02 .1841E-02    0.0007 .3579E-06 .2272E-0
  232         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.3014 .8523E-02 .1715E-02    0.0008 .3943E-06 .2986E-0
  233         0.29  0.000  0.054  0.1744    0.0000 .0000E+00 .0000E+00    0.2748 .7770E-02 .1598E-02    0.0008 .4422E-06 .2506E-0
  234         0.00  0.000  0.132  0.1524    0.0000 .0000E+00 .0000E+00    0.2504 .7081E-02 .1489E-02    0.0004 .2358E-06 .1944E-0
  235         0.00  0.000  0.094  0.1367    0.0000 .0000E+00 .0000E+00    0.2282 .6451E-02 .1387E-02    0.0009 .4865E-06 .2641E-0
  236         0.00  0.000  0.008  0.1354    0.0000 .0000E+00 .0000E+00    0.2078 .5875E-02 .1291E-02    0.0009 .5099E-06 .3378E-0
  237         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1891 .5348E-02 .1202E-02    0.0009 .5390E-06 .2766E-0
  238         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1721 .4867E-02 .1118E-02    0.0005 .2796E-06 .2109E-0
  239         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1566 .4427E-02 .1040E-02    0.0009 .5605E-06 .2830E-0
  240         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1424 .4025E-02 .9675E-03    0.0009 .5713E-06 .2856E-0
  241         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1294 .3658E-02 .8995E-03    0.0009 .5794E-06 .2876E-0
  242         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1175 .3323E-02 .8360E-03    0.0010 .5851E-06 .3608E-0
  243         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1067 .3018E-02 .7768E-03    0.0010 .5922E-06 .2899E-0
  244         0.04  0.000  0.029  0.1368    0.0000 .0000E+00 .0000E+00    0.0969 .2739E-02 .7215E-03    0.0010 .5929E-06 .2900E-0
  245         0.00  0.000  0.006  0.1358    0.0000 .0000E+00 .0000E+00    0.0879 .2485E-02 .6699E-03    0.0010 .5918E-06 .2898E-0
  246         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.0797 .2253E-02 .6218E-03    0.0010 .5892E-06 .2891E-0
  247         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0722 .2042E-02 .5769E-03    0.0010 .5852E-06 .2881E-0
  248         0.61  0.000  0.085  0.2225    0.0000 .0000E+00 .0000E+00    0.0654 .1850E-02 .5351E-03    0.0009 .5799E-06 .2868E-0
  249         0.00  0.000  0.083  0.2088    0.0000 .0000E+00 .0000E+00    0.0592 .1675E-02 .4961E-03    0.0005 .2896E-06 .2145E-0
  250         0.00  0.000  0.089  0.1939    0.0000 .0000E+00 .0000E+00    0.0536 .1516E-02 .4597E-03    0.0009 .5664E-06 .2839E-0
  251         0.00  0.000  0.097  0.1778    0.0000 .0000E+00 .0000E+00    0.0485 .1371E-02 .4259E-03    0.0009 .5587E-06 .2820E-0
  252         0.00  0.000  0.085  0.1637    0.0000 .0000E+00 .0000E+00    0.0438 .1239E-02 .3943E-03    0.0009 .5504E-06 .2798E-0
  253         0.01  0.000  0.072  0.1533    0.0000 .0000E+00 .0000E+00    0.0396 .1119E-02 .3650E-03    0.0009 .5389E-06 .3463E-0
  254         0.00  0.000  0.084  0.1393    0.0000 .0000E+00 .0000E+00    0.0357 .1010E-02 .3376E-03    0.0009 .5310E-06 .2745E-0
  255         0.91  0.014  0.103  0.2714    0.0000 .0000E+00 .0000E+00    0.0322 .9113E-03 .3122E-03    0.0009 .5210E-06 .2719E-0
  256         0.00  0.000  0.143  0.2475    0.0000 .0000E+00 .0000E+00    0.0291 .8216E-03 .2885E-03    0.0009 .5107E-06 .2692E-0
  257         0.00  0.000  0.145  0.2234    0.0000 .0000E+00 .0000E+00    0.0262 .7402E-03 .2665E-03    0.0009 .5002E-06 .2664E-0
  258         0.41  0.000  0.121  0.2716    0.0000 .0000E+00 .0000E+00    0.0236 .6664E-03 .2461E-03    0.0004 .2470E-06 .1981E-0
  259         0.00  0.000  0.126  0.2506    0.0000 .0000E+00 .0000E+00    0.0212 .5996E-03 .2271E-03    0.0009 .4806E-06 .3261E-0
  260         0.00  0.000  0.142  0.2269    0.0000 .0000E+00 .0000E+00    0.0191 .5390E-03 .2094E-03    0.0009 .4681E-06 .2577E-0
  261         0.00  0.000  0.154  0.2012    0.0000 .0000E+00 .0000E+00    0.0171 .4842E-03 .1930E-03    0.0008 .4573E-06 .2547E-0
  262         0.00  0.000  0.123  0.1807    0.0000 .0000E+00 .0000E+00    0.0154 .4346E-03 .1778E-03    0.0008 .4466E-06 .2517E-0
  263         0.44  0.000  0.113  0.2352    0.0000 .0000E+00 .0000E+00    0.0138 .3898E-03 .1637E-03    0.0008 .4360E-06 .2487E-0
  264         0.06  0.000  0.130  0.2236    0.0000 .0000E+00 .0000E+00    0.0124 .3493E-03 .1506E-03    0.0008 .4254E-06 .2457E-0
  265         0.61  0.000  0.121  0.3050    0.0000 .0000E+00 .0000E+00    0.0111 .3127E-03 .1384E-03    0.0004 .2093E-06 .1824E-0
  266         0.00  0.000  0.120  0.2816    0.2903 .0000E+00 .2054E-01    0.0303 .8556E-03 .2904E-03    0.0008 .3737E-06 .2283E-0
  267         0.00  0.000  0.077  0.2642    0.2639 .0000E+00 .2712E-01    0.0871 .2463E-02 .6627E-03    0.0007 .2776E-06 .2392E-0
  268         0.00  0.000  0.089  0.2450    0.1274 .0000E+00 .2681E-01    0.1491 .4216E-02 .1001E-02    0.0005 .1547E-06 .1483E-0
  269         0.00  0.000  0.099  0.2273    0.0125 .0000E+00 .7555E-02    0.1861 .5263E-02 .1187E-02    0.0004 .1174E-06 .1292E-0
  270         0.00  0.000  0.074  0.2149    0.0000 .0000E+00 .0000E+00    0.1815 .5132E-02 .1164E-02    0.0004 .1211E-06 .1312E-0
  271         0.00  0.000  0.084  0.2009    0.0000 .0000E+00 .0000E+00    0.1651 .4669E-02 .1083E-02    0.0005 .1358E-06 .1389E-0
  272         0.00  0.000  0.103  0.1837    0.0000 .0000E+00 .0000E+00    0.1502 .4246E-02 .1008E-02    0.0005 .1496E-06 .1458E-0
  273         0.00  0.000  0.090  0.1687    0.0000 .0000E+00 .0000E+00    0.1365 .3860E-02 .9371E-03    0.0003 .8125E-07 .1141E-0
  274         0.00  0.000  0.090  0.1538    0.0000 .0000E+00 .0000E+00    0.1241 .3508E-02 .8711E-03    0.0005 .1697E-06 .1561E-0
  275         0.00  0.000  0.060  0.1437    0.0000 .0000E+00 .0000E+00    0.1127 .3186E-02 .8095E-03    0.0005 .1809E-06 .1611E-0
  276         0.00  0.000  0.052  0.1350    0.0000 .0000E+00 .0000E+00    0.1023 .2892E-02 .7521E-03    0.0005 .1910E-06 .1655E-0
  277         0.32  0.000  0.046  0.1806    0.0000 .0000E+00 .0000E+00    0.0928 .2625E-02 .6984E-03    0.0006 .2002E-06 .1693E-0
  278         0.00  0.000  0.045  0.1731    0.0000 .0000E+00 .0000E+00    0.0842 .2381E-02 .6484E-03    0.0006 .2083E-06 .1726E-0
  279         0.00  0.000  0.047  0.1653    0.0000 .0000E+00 .0000E+00    0.0763 .2158E-02 .6017E-03    0.0006 .2147E-06 .2193E-0
  280         0.00  0.000  0.053  0.1564    0.0000 .0000E+00 .0000E+00    0.0692 .1956E-02 .5582E-03    0.0006 .2243E-06 .1785E-0
  281         0.00  0.000  0.051  0.1480    0.0000 .0000E+00 .0000E+00    0.0626 .1771E-02 .5176E-03    0.0006 .2292E-06 .1804E-0
  282         0.00  0.000  0.066  0.1371    0.0000 .0000E+00 .0000E+00    0.0567 .1603E-02 .4798E-03    0.0003 .1173E-06 .1367E-0
  283         0.00  0.000  0.011  0.1352    0.0000 .0000E+00 .0000E+00    0.0513 .1450E-02 .4446E-03    0.0006 .2345E-06 .1829E-0
  284         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0464 .1311E-02 .4118E-03    0.0006 .2373E-06 .1840E-0
  285         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0419 .1185E-02 .3812E-03    0.0006 .2393E-06 .1847E-0
  286         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0378 .1070E-02 .3527E-03    0.0006 .2407E-06 .1853E-0
  287         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0342 .9656E-03 .3263E-03    0.0006 .2415E-06 .1855E-0
  288         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0308 .8709E-03 .3016E-03    0.0006 .2418E-06 .1856E-0
  289         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0278 .7849E-03 .2787E-03    0.0006 .2415E-06 .1855E-0
  290         2.09  0.412  0.063  0.4042    0.0000 .0000E+00 .0000E+00    0.0250 .7070E-03 .2574E-03    0.0006 .2408E-06 .1852E-0
  291         0.00  0.000  0.056  0.3894    2.6464 .0000E+00 .3238E-01    0.0546 .1545E-02 .4583E-03    0.0006 .2060E-06 .1684E-0
  292         0.00  0.000  0.053  0.3750    3.2311 .0000E+00 .3368E-01    0.1348 .3811E-02 .9259E-03    0.0005 .1257E-06 .1269E-0
  293         0.00  0.000  0.036  0.3634    3.0077 .0000E+00 .3318E-01    0.2095 .5924E-02 .1298E-02    0.0003 .6035E-07 .1068E-0
  294         0.00  0.000  0.040  0.3512    2.8197 .0000E+00 .3277E-01    0.2766 .7821E-02 .1606E-02    0.0002 .1652E-07 .4858E-0
  295         0.00  0.000  0.036  0.3398    2.6378 .0000E+00 .3236E-01    0.3369 .9526E-02 .1868E-02    0.0001 .4177E-08 .2452E-0
  296         0.09  0.000  0.061  0.3393    2.4608 .0000E+00 .3197E-01    0.3911 .1106E-01 .2093E-02    0.0000 .1522E-09 .4788E-0
  297         0.00  0.000  0.053  0.3252    2.3167 .0000E+00 .3165E-01    0.4397 .1243E-01 .2290E-02    0.0000 .0000E+00 .0000E+0
  298         0.00  0.000  0.046  0.3124    2.1814 .0000E+00 .3135E-01    0.4835 .1367E-01 .2463E-02    0.0000 .0000E+00 .0000E+0
  299         0.00  0.000  0.034  0.3016    1.9981 .0000E+00 .3095E-01    0.5227 .1478E-01 .2615E-02    0.0000 .0000E+00 .0000E+0
  300         0.00  0.000  0.038  0.2901    1.8503 .0000E+00 .3062E-01    0.5576 .1577E-01 .2748E-02    0.0000 .0000E+00 .0000E+0
  301         0.00  0.000  0.049  0.2769    1.6926 .0000E+00 .3027E-01    0.5888 .1665E-01 .2866E-02    0.0000 .0000E+00 .0000E+0



  302         0.00  0.000  0.038  0.2656    1.5355 .0000E+00 .2993E-01    0.6165 .1743E-01 .2968E-02    0.0000 .0000E+00 .0000E+0
  303         0.00  0.000  0.047  0.2529    1.3815 .0000E+00 .2959E-01    0.6409 .1812E-01 .3059E-02    0.0000 .0000E+00 .0000E+0
  304         0.00  0.000  0.045  0.2406    1.2271 .0000E+00 .2925E-01    0.6625 .1873E-01 .3137E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.052  0.2272    1.0537 .0000E+00 .2886E-01    0.6813 .1926E-01 .3206E-02    0.0000 .0000E+00 .0000E+0
  306         0.01  0.000  0.056  0.2147    0.9240 .0000E+00 .2857E-01    0.6976 .1973E-01 .3265E-02    0.0000 .0000E+00 .0000E+0
  307         0.42  0.000  0.073  0.2679    0.7854 .0000E+00 .2827E-01    0.7119 .2013E-01 .3316E-02    0.0000 .0000E+00 .0000E+0
  308         0.74  0.018  0.068  0.3723    0.6479 .0000E+00 .2796E-01    0.7241 .2047E-01 .3360E-02    0.0000 .0000E+00 .0000E+0
  309         0.00  0.000  0.063  0.3567    1.8743 .0000E+00 .3068E-01    0.7376 .2086E-01 .3408E-02    0.0000 .0000E+00 .0000E+0
  310         0.00  0.000  0.072  0.3396    2.0839 .0000E+00 .3114E-01    0.7547 .2134E-01 .3469E-02    0.0000 .0000E+00 .0000E+0
  311         0.00  0.000  0.065  0.3236    1.9010 .0000E+00 .3074E-01    0.7708 .2179E-01 .3525E-02    0.0000 .0000E+00 .0000E+0
  312         0.00  0.000  0.063  0.3080    1.7338 .0000E+00 .3037E-01    0.7845 .2218E-01 .3574E-02    0.0000 .0000E+00 .0000E+0
  313         0.00  0.000  0.063  0.2924    1.5689 .0000E+00 .3000E-01    0.7962 .2251E-01 .3614E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.059  0.2777    1.4062 .0000E+00 .2964E-01    0.8059 .2279E-01 .3648E-02    0.0000 .0000E+00 .0000E+0
  315         0.05  0.000  0.063  0.2706    1.2481 .0000E+00 .2929E-01    0.8139 .2301E-01 .3676E-02    0.0000 .0000E+00 .0000E+0
  316         0.09  0.000  0.059  0.2709    1.0842 .0000E+00 .2893E-01    0.8203 .2319E-01 .3699E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.045  0.2586    0.9424 .0000E+00 .2862E-01    0.8253 .2334E-01 .3716E-02    0.0000 .0000E+00 .0000E+0
  318         0.00  0.000  0.055  0.2448    0.8074 .0000E+00 .2832E-01    0.8291 .2344E-01 .3729E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.054  0.2312    0.6801 .0000E+00 .2804E-01    0.8318 .2352E-01 .3738E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.050  0.2182    0.5471 .0000E+00 .2774E-01    0.8335 .2357E-01 .3744E-02    0.0000 .0000E+00 .0000E+0
  321         0.00  0.000  0.067  0.2025    0.4115 .0000E+00 .2744E-01    0.8343 .2359E-01 .3747E-02    0.0000 .1032E-09 .3692E-0
  322         0.10  0.000  0.064  0.2039    0.2766 .0000E+00 .2714E-01    0.8343 .2359E-01 .3747E-02    0.0000 .1145E-08 .1315E-0
  323         0.03  0.000  0.061  0.1942    0.1448 .0000E+00 .2685E-01    0.8335 .2357E-01 .3744E-02    0.0001 .3506E-08 .2283E-0
  324         0.14  0.000  0.061  0.2053    0.0234 .0000E+00 .1292E-01    0.8185 .2314E-01 .3692E-02    0.0001 .8682E-08 .3614E-0
  325         0.00  0.000  0.048  0.1973    0.0000 .0000E+00 .0000E+00    0.7694 .2176E-01 .3520E-02    0.0002 .2283E-07 .5912E-0
  326         1.39  0.146  0.059  0.3948    0.0000 .0000E+00 .0000E+00    0.7036 .1989E-01 .3286E-02    0.0003 .5177E-07 .8864E-0
  327         0.00  0.000  0.037  0.3833    2.5599 .0000E+00 .3219E-01    0.6753 .1909E-01 .3184E-02    0.0003 .8061E-07 .1086E-0
  328         0.00  0.000  0.039  0.3713    2.9558 .0000E+00 .3307E-01    0.7019 .1985E-01 .3280E-02    0.0004 .8639E-07 .1100E-0
  329  *      0.00  0.000  0.032  0.3606    2.7727 .0000E+00 .3266E-01    0.7274 .2057E-01 .3371E-02    0.0004 .8199E-07 .1073E-0
  330         0.00  0.000  0.036  0.3492    2.5954 .0000E+00 .3227E-01    0.7497 .2120E-01 .3451E-02    0.0004 .7971E-07 .1330E-0
  331         0.99  0.062  0.047  0.4905    3.1853 .0000E+00 .3357E-01    0.7709 .2180E-01 .3526E-02    0.0003 .7772E-07 .1056E-0
  332         0.50  0.347  0.051  0.5010    5.9300 .0000E+00 .3964E-01    0.7984 .2257E-01 .3622E-02    0.0002 .3599E-07 .7702E-0
  333         0.00  0.000  0.040  0.4877    5.8625 .0000E+00 .3949E-01    0.8332 .2356E-01 .3743E-02    0.0003 .7277E-07 .1265E-0
  334         0.00  0.000  0.043  0.4741    5.5045 .0000E+00 .3870E-01    0.8642 .2444E-01 .3850E-02    0.0003 .6679E-07 .9801E-0
  335         0.61  0.361  0.049  0.5010    5.7161 .0000E+00 .3917E-01    0.8918 .2522E-01 .3945E-02    0.0003 .6664E-07 .9793E-0
  336         0.00  0.000  0.038  0.4881    5.8673 .0000E+00 .3950E-01    0.9182 .2596E-01 .4035E-02    0.0003 .6774E-07 .9876E-0
  337         0.00  0.000  0.037  0.4756    5.5265 .0000E+00 .3875E-01    0.9422 .2664E-01 .4116E-02    0.0002 .3530E-07 .7467E-0
  338         0.33  0.088  0.051  0.5010    5.6396 .0000E+00 .3900E-01    0.9632 .2724E-01 .4187E-02    0.0003 .7553E-07 .1034E-0
  339         0.22  0.208  0.047  0.4885    5.8714 .0000E+00 .3951E-01    0.9835 .2781E-01 .4255E-02    0.0004 .8128E-07 .1074E-0
  340         0.00  0.000  0.034  0.4764    5.5407 .0000E+00 .3878E-01    1.0022 .2834E-01 .4317E-02    0.0004 .8841E-07 .1121E-0
  341         0.00  0.000  0.036  0.4640    5.2156 .0000E+00 .3806E-01    1.0174 .2877E-01 .4368E-02    0.0004 .9776E-07 .1180E-0
  342         0.00  0.000  0.034  0.4521    4.9038 .0000E+00 .3737E-01    1.0295 .2911E-01 .4408E-02    0.0004 .1097E-06 .1251E-0
  343  *      0.00  0.000  0.030  0.4410    4.6427 .0000E+00 .3680E-01    1.0390 .2938E-01 .4439E-02    0.0004 .1243E-06 .1333E-0
  344         0.00  0.000  0.039  0.4284    4.3842 .0000E+00 .3623E-01    1.0462 .2958E-01 .4463E-02    0.0005 .1443E-06 .1794E-0
  345         0.00  0.000  0.039  0.4160    4.1132 .0000E+00 .3563E-01    1.0513 .2973E-01 .4480E-02    0.0005 .1657E-06 .1542E-0
  346  *      0.00  0.000  0.030  0.4051    3.8680 .0000E+00 .3508E-01    1.0544 .2981E-01 .4490E-02    0.0005 .1884E-06 .1644E-0
  347  *      0.27  0.000  0.035  0.4026    3.6785 .0000E+00 .3467E-01    1.0561 .2986E-01 .4495E-02    0.0006 .2135E-06 .1749E-0
  348  *      0.39  0.000  0.033  0.4002    3.5194 .0000E+00 .3431E-01    1.0565 .2987E-01 .4497E-02    0.0006 .2404E-06 .1856E-0
  349         0.00  0.000  0.036  0.3978    3.3619 .0000E+00 .3397E-01    1.0560 .2986E-01 .4495E-02    0.0006 .2690E-06 .1962E-0
  350  *      0.00  0.000  0.034  0.3955    3.2217 .0000E+00 .3366E-01    1.0547 .2982E-01 .4491E-02    0.0007 .2992E-06 .2069E-0
  351  *      0.18  0.000  0.034  0.3932    3.1192 .0000E+00 .3343E-01    1.0528 .2977E-01 .4485E-02    0.0007 .3306E-06 .2174E-0
  352  *      0.00  0.000  0.031  0.3909    3.0264 .0000E+00 .3322E-01    1.0504 .2970E-01 .4477E-02    0.0007 .3629E-06 .2278E-0
  353  *      0.02  0.000  0.000  0.3887    2.9649 .0000E+00 .3309E-01    1.0478 .2963E-01 .4468E-02    0.0004 .1941E-06 .1775E-0
  354  *      0.01  0.000  0.029  0.3865    2.9041 .0000E+00 .3295E-01    1.0450 .2955E-01 .4459E-02    0.0008 .4204E-06 .2452E-0
  355         0.00  0.000  0.033  0.3925    2.8328 .0000E+00 .3280E-01    1.0421 .2947E-01 .4450E-02    0.0008 .4537E-06 .2547E-0
  356  *      0.00  0.000  0.032  0.3904    2.8100 .0000E+00 .3274E-01    1.0392 .2938E-01 .4440E-02    0.0009 .4871E-06 .2638E-0
  357  *      0.00  0.000  0.031  0.3882    2.9027 .0000E+00 .3295E-01    1.0366 .2931E-01 .4431E-02    0.0009 .5201E-06 .2726E-0
  358  *      0.57  0.000  0.027  0.3860    2.8778 .0000E+00 .3289E-01    1.0344 .2925E-01 .4424E-02    0.0009 .5558E-06 .3522E-0
  359  *      0.00  0.000  0.029  0.3838    2.8260 .0000E+00 .3278E-01    1.0323 .2919E-01 .4417E-02    0.0005 .2924E-06 .2173E-0
  360         0.00  0.000  0.039  0.3817    2.7683 .0000E+00 .3265E-01    1.0300 .2912E-01 .4409E-02    0.0010 .6148E-06 .2962E-0
  361         0.00  0.000  0.027  0.3932    2.7000 .0000E+00 .3250E-01    1.0276 .2906E-01 .4401E-02    0.0010 .6456E-06 .3035E-0
  362         0.00  0.000  0.037  0.3911    2.7531 .0000E+00 .3262E-01    1.0252 .2899E-01 .4394E-02    0.0010 .6790E-06 .3891E-0
  363         0.23  0.000  0.000  0.4514    3.5160 .0000E+00 .3431E-01    1.0249 .2898E-01 .4393E-02    0.0010 .7099E-06 .3181E-0
  364         0.00  0.000  0.026  0.4678    4.7062 .0000E+00 .3694E-01    1.0300 .2912E-01 .4409E-02    0.0011 .7279E-06 .3221E-0
  365  *      0.00  0.000  0.036  0.4649    5.0865 .0000E+00 .3778E-01    1.0397 .2940E-01 .4441E-02    0.0011 .7391E-06 .3246E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    6
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.51    3.48    3.07    3.85    4.91    3.27
                                  7.14    3.10    3.09    2.50    4.46    2.83
 
 RUNOFF                           0.191   2.335   0.074   0.183   0.279   0.028
                                  0.637   0.160   0.014   0.412   0.572   0.656
 
 EVAPOTRANSPIRATION               0.901   0.529   2.867   2.451   5.051   3.873
                                  5.602   3.145   2.791   1.217   1.644   1.013
 
 PERCOLATION/LEAKAGE THROUGH      0.6116  0.1851  1.0523  0.4003  0.7439  0.1873
   LAYER  2                       0.4868  0.2096  0.0820  0.4400  0.8431  1.0941
 
 LATERAL DRAINAGE COLLECTED       0.7710  0.1184  0.7371  0.4892  0.6690  0.2500
   FROM LAYER  3                  0.3334  0.2531  0.0563  0.1977  0.6598  0.8969
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1200  0.0271  0.1165  0.0829  0.1081  0.0500



   LAYER  4                       0.0625  0.0507  0.0153  0.0391  0.1065  0.1360
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1273  0.1201  0.0400  0.1100  0.0810  0.1108
   LAYER  7                       0.0637  0.0757  0.0717  0.0350  0.0109  0.0641
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.645   0.954   3.353   0.836   2.338   0.074
   TOP OF LAYER  2                0.760   0.286   0.023   1.000   1.717   3.963
 
 STD. DEVIATION OF DAILY          1.981   2.114   1.138   1.558   1.874   0.159
   HEAD ON TOP OF LAYER  2        1.044   0.557   0.073   1.192   1.645   1.137
 
 AVERAGE DAILY HEAD ON            0.880   0.150   0.841   0.577   0.763   0.295
   TOP OF LAYER  4                0.380   0.289   0.066   0.226   0.778   1.023
 
 STD. DEVIATION OF DAILY          0.262   0.097   0.157   0.282   0.153   0.104
   HEAD ON TOP OF LAYER  4        0.151   0.114   0.055   0.224   0.055   0.041
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.001   0.001   0.000   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    6
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           43.21         392130.719    100.00
 
   RUNOFF                                   5.541         50285.242     12.82
 
   EVAPOTRANSPIRATION                      31.084        282089.437     71.94
 
   PERC./LEAKAGE THROUGH LAYER  2           6.336146      57500.527     14.66
 
   AVG. HEAD ON TOP OF LAYER  2             1.4125
 
   DRAINAGE COLLECTED FROM LAYER  3         5.4317        49292.695     12.57
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.914568       8299.705      2.12
 
   AVG. HEAD ON TOP OF LAYER  4             0.5222
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.776      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.910416       8262.027      2.11
 
   AVG. HEAD ON TOP OF LAYER  7             0.0008
 
   CHANGE IN WATER STORAGE                  0.242          2199.312      0.56
 
   SOIL WATER AT START OF YEAR            285.607       2591888.000
 
   SOIL WATER AT END OF YEAR              285.728       2592977.500
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.122          1109.802      0.28
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.229      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 



 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    7
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.000  0.040  0.4723    5.0655 .0000E+00 .3773E-01    1.0499 .2969E-01 .4475E-02    0.0011 .7499E-06 .3269E-0
    2         0.00  0.000  0.042  0.4591    5.0949 .0000E+00 .3780E-01    1.0592 .2995E-01 .4506E-02    0.0011 .7625E-06 .3297E-0
    3         0.00  0.000  0.049  0.4448    4.7790 .0000E+00 .3710E-01    1.0672 .3018E-01 .4532E-02    0.0011 .7775E-06 .3329E-0
    4         0.00  0.000  0.044  0.4314    4.4840 .0000E+00 .3645E-01    1.0728 .3033E-01 .4551E-02    0.0011 .7963E-06 .3369E-0
    5         0.00  0.000  0.050  0.4172    4.1938 .0000E+00 .3580E-01    1.0762 .3043E-01 .4562E-02    0.0011 .8182E-06 .3415E-0
    6         0.08  0.000  0.060  0.4146    3.9120 .0000E+00 .3518E-01    1.0777 .3047E-01 .4567E-02    0.0011 .8427E-06 .3465E-0
    7         0.00  0.000  0.045  0.4013    3.6754 .0000E+00 .3466E-01    1.0776 .3047E-01 .4566E-02    0.0012 .8692E-06 .3519E-0
    8         0.00  0.000  0.041  0.3887    3.4504 .0000E+00 .3416E-01    1.0761 .3043E-01 .4561E-02    0.0012 .8970E-06 .3575E-0
    9  *      0.00  0.000  0.033  0.3776    3.2360 .0000E+00 .3369E-01    1.0735 .3035E-01 .4553E-02    0.0006 .4599E-06 .2719E-0
   10  *      0.00  0.000  0.036  0.3661    3.0306 .0000E+00 .3323E-01    1.0699 .3025E-01 .4541E-02    0.0012 .9470E-06 .3674E-0
   11  *      0.00  0.000  0.034  0.3550    2.8419 .0000E+00 .3282E-01    1.0654 .3012E-01 .4526E-02    0.0012 .9762E-06 .3730E-0
   12  *      0.00  0.000  0.033  0.3441    2.6640 .0000E+00 .3242E-01    1.0602 .2998E-01 .4509E-02    0.0012 .1005E-05 .3786E-0
   13  *  *   0.00  0.000  0.000  0.3392    1.3359 .0000E+00 .2949E-01    1.0519 .2974E-01 .4482E-02    0.0013 .1037E-05 .3845E-0
   14  *  *   0.00  0.000  0.000  0.3345    0.8151 .0000E+00 .2833E-01    1.0384 .2936E-01 .4437E-02    0.0013 .1076E-05 .4902E-0
   15  *  *   0.00  0.000  0.000  0.3298    0.6850 .0000E+00 .2805E-01    1.0239 .2895E-01 .4389E-02    0.0013 .1127E-05 .4004E-0
   16  *  *   0.00  0.000  0.000  0.3252    0.5562 .0000E+00 .2776E-01    1.0098 .2855E-01 .4343E-02    0.0007 .5816E-06 .3050E-0
   17  *  *   0.00  0.000  0.000  0.3206    0.4288 .0000E+00 .2748E-01    0.9962 .2817E-01 .4297E-02    0.0014 .1185E-05 .4111E-0
   18  *  *   0.00  0.000  0.000  0.3161    0.3026 .0000E+00 .2720E-01    0.9829 .2779E-01 .4253E-02    0.0014 .1215E-05 .4163E-0
   19     *   0.00  0.000  0.000  0.3116    0.1778 .0000E+00 .2692E-01    0.9701 .2743E-01 .4210E-02    0.0014 .1243E-05 .4210E-0
   20     *   0.92  0.558  0.009  0.3668    0.0542 .0000E+00 .2177E-01    0.9527 .2694E-01 .4151E-02    0.0014 .1273E-05 .4262E-0
   21     *   0.52  0.321  0.009  0.3986    0.0000 .0000E+00 .0000E+00    0.9068 .2564E-01 .3996E-02    0.0014 .1339E-05 .4383E-0
   22     *   0.03  0.000  0.008  0.4022    0.0000 .0000E+00 .0000E+00    0.8296 .2346E-01 .3731E-02    0.0015 .1463E-05 .4591E-0
   23     *   0.00  0.000  0.000  0.4022    0.0000 .0000E+00 .0000E+00    0.7588 .2146E-01 .3483E-02    0.0016 .1596E-05 .4791E-0
   24     *   0.04  0.003  0.008  0.4070    0.0000 .0000E+00 .0000E+00    0.6939 .1962E-01 .3251E-02    0.0016 .1708E-05 .4952E-0
   25  *  *   0.00  0.000  0.000  0.4070    0.0000 .0000E+00 .0000E+00    0.6344 .1794E-01 .3034E-02    0.0017 .1800E-05 .5080E-0
   26  *  *   0.00  0.000  0.000  0.4070    0.0000 .0000E+00 .0000E+00    0.5798 .1639E-01 .2832E-02    0.0017 .1873E-05 .5179E-0
   27  *  *   0.17  0.000  0.036  0.4070    0.0000 .0000E+00 .0000E+00    0.5298 .1498E-01 .2642E-02    0.0017 .1928E-05 .5251E-0
   28  *  *   0.02  0.000  0.000  0.4070    0.0000 .0000E+00 .0000E+00    0.4839 .1368E-01 .2465E-02    0.0017 .1966E-05 .5301E-0
   29  *  *   0.01  0.000  0.000  0.4070    0.0000 .0000E+00 .0000E+00    0.4419 .1249E-01 .2299E-02    0.0018 .1989E-05 .5330E-0
   30  *  *   0.10  0.000  0.038  0.4070    0.0000 .0000E+00 .0000E+00    0.4034 .1141E-01 .2144E-02    0.0018 .2000E-05 .5343E-0
   31  *  *   0.00  0.000  0.034  0.4070    0.0000 .0000E+00 .0000E+00    0.3681 .1041E-01 .1999E-02    0.0018 .1999E-05 .5340E-0
   32  *  *   2.34  0.000  0.000  0.4070    0.0000 .0000E+00 .0000E+00    0.3359 .9496E-02 .1863E-02    0.0018 .1988E-05 .5324E-0
   33  *  *   0.00  0.000  0.039  0.4070    0.0000 .0000E+00 .0000E+00    0.3063 .8661E-02 .1737E-02    0.0017 .1969E-05 .5297E-0
   34  *  *   0.00  0.000  0.035  0.4070    0.0000 .0000E+00 .0000E+00    0.2793 .7896E-02 .1618E-02    0.0017 .1942E-05 .5261E-0
   35     *   0.00  0.017  0.039  0.4091    0.0000 .0000E+00 .0000E+00    0.2545 .7197E-02 .1507E-02    0.0017 .1910E-05 .5216E-0
   36  *  *   0.00  0.000  0.041  0.4091    0.0000 .0000E+00 .0000E+00    0.2319 .6557E-02 .1404E-02    0.0017 .1874E-05 .6439E-0
   37     *   0.00  0.582  0.000  0.4254    0.0000 .0000E+00 .0000E+00    0.2112 .5971E-02 .1307E-02    0.0017 .1831E-05 .5093E-0
   38     *   0.00  1.046  0.000  0.4381    0.0000 .0000E+00 .0000E+00    0.1923 .5436E-02 .1217E-02    0.0017 .1787E-05 .5031E-0
   39     *   0.27  0.763  0.000  0.4469    0.0000 .0000E+00 .0000E+00    0.1750 .4947E-02 .1132E-02    0.0016 .1740E-05 .4965E-0
   40     *   0.08  0.051  0.007  0.4505    0.0000 .0000E+00 .0000E+00    0.1592 .4500E-02 .1053E-02    0.0016 .1692E-05 .4895E-0
   41  *  *   0.00  0.000  0.000  0.4505    0.0000 .0000E+00 .0000E+00    0.1447 .4092E-02 .9797E-03    0.0016 .1643E-05 .4824E-0
   42  *  *   0.00  0.000  0.000  0.4505    0.0000 .0000E+00 .0000E+00    0.1315 .3719E-02 .9109E-03    0.0016 .1593E-05 .4751E-0
   43  *  *   0.25  0.000  0.036  0.4505    0.0000 .0000E+00 .0000E+00    0.1195 .3379E-02 .8467E-03    0.0008 .7716E-06 .3520E-0
   44  *  *   0.00  0.000  0.028  0.4505    0.0000 .0000E+00 .0000E+00    0.1085 .3069E-02 .7867E-03    0.0015 .1490E-05 .5758E-0
   45  *  *   0.00  0.000  0.044  0.4505    0.0000 .0000E+00 .0000E+00    0.0985 .2786E-02 .7308E-03    0.0008 .7330E-06 .3406E-0
   46     *   0.71  0.821  0.000  0.4555    0.0000 .0000E+00 .0000E+00    0.0894 .2527E-02 .6786E-03    0.0015 .1405E-05 .4468E-0
   47  *  *   0.22  0.000  0.041  0.4555    0.0000 .0000E+00 .0000E+00    0.0811 .2292E-02 .6299E-03    0.0014 .1348E-05 .5474E-0
   48  *  *   0.00  0.000  0.040  0.4555    0.0000 .0000E+00 .0000E+00    0.0735 .2077E-02 .5845E-03    0.0014 .1303E-05 .4298E-0
   49  *  *   0.00  0.000  0.044  0.4555    0.0000 .0000E+00 .0000E+00    0.0666 .1882E-02 .5421E-03    0.0014 .1258E-05 .4222E-0
   50  *  *   0.00  0.000  0.047  0.4555    0.0000 .0000E+00 .0000E+00    0.0603 .1704E-02 .5026E-03    0.0014 .1214E-05 .4148E-0
   51  *  *   0.00  0.000  0.048  0.4555    0.0000 .0000E+00 .0000E+00    0.0545 .1542E-02 .4659E-03    0.0013 .1171E-05 .4074E-0
   52  *  *   0.00  0.000  0.000  0.4555    0.0000 .0000E+00 .0000E+00    0.0493 .1395E-02 .4316E-03    0.0013 .1130E-05 .4001E-0
   53  *  *   0.00  0.000  0.000  0.4555    0.0000 .0000E+00 .0000E+00    0.0446 .1261E-02 .3996E-03    0.0013 .1089E-05 .3930E-0
   54  *  *   0.00  0.000  0.000  0.4555    0.0000 .0000E+00 .0000E+00    0.0403 .1139E-02 .3699E-03    0.0013 .1050E-05 .3859E-0
   55     *   0.00  0.000  0.000  0.4555    0.0000 .0000E+00 .0000E+00    0.0364 .1028E-02 .3422E-03    0.0013 .1013E-05 .3789E-0
   56     *   0.20  0.177  0.007  0.4582    0.0000 .0000E+00 .0000E+00    0.0328 .9277E-03 .3165E-03    0.0012 .9765E-06 .3721E-0
   57     *   0.00  0.000  0.000  0.4582    0.0000 .0000E+00 .0000E+00    0.0296 .8365E-03 .2925E-03    0.0012 .9415E-06 .3654E-0
   58     *   0.00  0.000  0.000  0.4582    0.0000 .0000E+00 .0000E+00    0.0267 .7538E-03 .2702E-03    0.0012 .9078E-06 .3588E-0
   59     *   0.00  0.000  0.000  0.4582    0.0000 .0000E+00 .0000E+00    0.0240 .6787E-03 .2495E-03    0.0012 .8754E-06 .3523E-0
   60     *   0.27  0.249  0.007  0.4606    0.0000 .0000E+00 .0000E+00    0.0216 .6107E-03 .2303E-03    0.0011 .8441E-06 .3460E-0
   61     *   0.00  0.000  0.000  0.4606    0.0000 .0000E+00 .0000E+00    0.0194 .5491E-03 .2124E-03    0.0011 .8141E-06 .3398E-0
   62     *   0.00  0.000  0.000  0.4606    0.0000 .0000E+00 .0000E+00    0.0174 .4933E-03 .1958E-03    0.0011 .7852E-06 .3337E-0
   63     *   0.00  0.000  0.000  0.4606    0.0000 .0000E+00 .0000E+00    0.0157 .4428E-03 .1803E-03    0.0011 .7575E-06 .3278E-0
   64     *   1.08  1.061  0.006  0.4628    0.0000 .0000E+00 .0000E+00    0.0140 .3972E-03 .1660E-03    0.0011 .7308E-06 .3219E-0
   65     *   0.27  0.253  0.006  0.4645    0.0000 .0000E+00 .0000E+00    0.0126 .3560E-03 .1528E-03    0.0010 .7052E-06 .3163E-0
   66     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.0113 .3188E-03 .1405E-03    0.0005 .3440E-06 .2337E-0
   67         0.00  0.000  0.102  0.4429    3.6915 .0000E+00 .2806E-01    0.0379 .1072E-02 .3427E-03    0.0010 .6072E-06 .3614E-0
   68         0.22  0.000  0.084  0.4594    4.6503 .0000E+00 .3681E-01    0.1158 .3273E-02 .8229E-03    0.0008 .3791E-06 .2320E-0
   69         0.01  0.000  0.084  0.4409    4.8846 .0000E+00 .3733E-01    0.2013 .5692E-02 .1259E-02    0.0003 .1223E-06 .1397E-0
   70         0.01  0.000  0.080  0.4231    4.6245 .0000E+00 .3676E-01    0.2797 .7909E-02 .1619E-02    0.0006 .1879E-06 .1585E-0
   71         0.24  0.000  0.083  0.4433    4.3227 .0000E+00 .3609E-01    0.3499 .9893E-02 .1922E-02    0.0004 .1219E-06 .1576E-0
   72         0.00  0.000  0.120  0.4172    4.3634 .0000E+00 .3618E-01    0.4131 .1168E-01 .2183E-02    0.0003 .6487E-07 .9622E-0
   73         0.00  0.000  0.103  0.3942    3.9163 .0000E+00 .3519E-01    0.4702 .1330E-01 .2411E-02    0.0003 .4100E-07 .7659E-0
   74         0.62  0.013  0.101  0.4726    3.8818 .0000E+00 .3511E-01    0.5208 .1473E-01 .2608E-02    0.0002 .2589E-07 .6096E-0
   75  *      0.00  0.000  0.074  0.4541    5.0929 .0000E+00 .3779E-01    0.5698 .1611E-01 .2794E-02    0.0001 .7723E-08 .3491E-0
   76         0.00  0.000  0.099  0.4314    4.6548 .0000E+00 .3682E-01    0.6180 .1747E-01 .2974E-02    0.0001 .1124E-07 .3786E-0
   77         0.00  0.000  0.103  0.4083    4.2169 .0000E+00 .3586E-01    0.6596 .1865E-01 .3127E-02    0.0001 .6229E-08 .2808E-0
   78  *      0.00  0.000  0.000  0.4024    3.8811 .0000E+00 .3511E-01    0.6955 .1967E-01 .3257E-02    0.0001 .3599E-08 .2132E-0
   79         0.00  0.000  0.095  0.3809    3.6664 .0000E+00 .3464E-01    0.7268 .2055E-01 .3369E-02    0.0001 .2288E-08 .1705E-0
   80  *      0.00  0.000  0.085  0.3610    3.3702 .0000E+00 .3398E-01    0.7540 .2132E-01 .3466E-02    0.0001 .1921E-08 .1924E-0
   81  *      0.00  0.000  0.091  0.3402    3.0822 .0000E+00 .3335E-01    0.7773 .2198E-01 .3548E-02    0.0000 .1425E-08 .1462E-0
   82         0.00  0.000  0.107  0.3168    2.8260 .0000E+00 .3278E-01    0.7971 .2254E-01 .3618E-02    0.0001 .1798E-08 .1640E-0
   83         0.00  0.000  0.107  0.2937    2.5453 .0000E+00 .3216E-01    0.8138 .2301E-01 .3676E-02    0.0001 .2581E-08 .1960E-0
   84         0.04  0.000  0.086  0.2808    2.1457 .0000E+00 .3128E-01    0.8271 .2339E-01 .3722E-02    0.0000 .1588E-08 .1726E-0
   85         0.26  0.000  0.075  0.3066    1.8575 .0000E+00 .3064E-01    0.8373 .2368E-01 .3758E-02    0.0001 .5678E-08 .2855E-0
   86         0.28  0.000  0.088  0.3336    1.6869 .0000E+00 .3026E-01    0.8453 .2390E-01 .3785E-02    0.0001 .8535E-08 .3507E-0



   87         0.00  0.000  0.090  0.3136    1.5136 .0000E+00 .2988E-01    0.8516 .2408E-01 .3807E-02    0.0001 .1239E-07 .4229E-0
   88         0.00  0.000  0.112  0.2900    1.3392 .0000E+00 .2949E-01    0.8564 .2422E-01 .3824E-02    0.0002 .1826E-07 .6399E-0
   89         0.00  0.000  0.075  0.2727    1.1729 .0000E+00 .2913E-01    0.8599 .2431E-01 .3835E-02    0.0002 .2522E-07 .6045E-0
   90  *      0.00  0.000  0.064  0.2573    0.9994 .0000E+00 .2874E-01    0.8620 .2437E-01 .3843E-02    0.0002 .3315E-07 .6922E-0
   91         0.00  0.000  0.113  0.2338    0.8607 .0000E+00 .2843E-01    0.8631 .2440E-01 .3846E-02    0.0001 .2123E-07 .5784E-0
   92         0.38  0.000  0.106  0.2748    0.7143 .0000E+00 .2811E-01    0.8632 .2441E-01 .3847E-02    0.0003 .5046E-07 .8527E-0
   93         0.00  0.000  0.108  0.2522    0.5702 .0000E+00 .2779E-01    0.8625 .2439E-01 .3845E-02    0.0003 .6224E-07 .9466E-0
   94         0.00  0.000  0.133  0.2255    0.4311 .0000E+00 .2749E-01    0.8611 .2435E-01 .3840E-02    0.0003 .7542E-07 .1042E-0
   95         0.15  0.000  0.105  0.2285    0.2956 .0000E+00 .2719E-01    0.8590 .2429E-01 .3832E-02    0.0004 .8997E-07 .1137E-0
   96         0.00  0.000  0.162  0.1971    0.1555 .0000E+00 .2688E-01    0.8562 .2421E-01 .3823E-02    0.0004 .1058E-06 .1233E-0
   97         0.00  0.000  0.112  0.1764    0.0229 .0000E+00 .1156E-01    0.8380 .2369E-01 .3760E-02    0.0004 .1289E-06 .1367E-0
   98         0.00  0.000  0.124  0.1558    0.0000 .0000E+00 .0000E+00    0.7851 .2220E-01 .3576E-02    0.0005 .1735E-06 .1596E-0
   99         0.24  0.000  0.095  0.1799    0.0000 .0000E+00 .0000E+00    0.7180 .2030E-01 .3338E-02    0.0006 .2408E-06 .2374E-0
  100         0.21  0.000  0.102  0.1980    0.0000 .0000E+00 .0000E+00    0.6565 .1856E-01 .3115E-02    0.0007 .3444E-06 .2215E-0
  101         0.00  0.000  0.104  0.1806    0.0000 .0000E+00 .0000E+00    0.6001 .1697E-01 .2907E-02    0.0008 .4205E-06 .2447E-0
  102         0.21  0.000  0.086  0.2014    0.0000 .0000E+00 .0000E+00    0.5483 .1550E-01 .2713E-02    0.0009 .4937E-06 .2650E-0
  103         0.00  0.000  0.120  0.1814    0.0000 .0000E+00 .0000E+00    0.5009 .1416E-01 .2531E-02    0.0009 .5625E-06 .2828E-0
  104         0.00  0.000  0.124  0.1608    0.0000 .0000E+00 .0000E+00    0.4575 .1294E-01 .2361E-02    0.0010 .6257E-06 .2982E-0
  105         0.00  0.000  0.130  0.1392    0.0000 .0000E+00 .0000E+00    0.4177 .1181E-01 .2202E-02    0.0010 .6828E-06 .3114E-0
  106         0.00  0.000  0.021  0.1356    0.0000 .0000E+00 .0000E+00    0.3812 .1078E-01 .2053E-02    0.0011 .7333E-06 .3227E-0
  107         0.00  0.000  0.004  0.1350    0.0000 .0000E+00 .0000E+00    0.3478 .9835E-02 .1914E-02    0.0005 .3886E-06 .2496E-0
  108         0.07  0.000  0.010  0.1451    0.0000 .0000E+00 .0000E+00    0.3173 .8971E-02 .1784E-02    0.0011 .7978E-06 .3381E-0
  109         0.22  0.000  0.025  0.1776    0.0000 .0000E+00 .0000E+00    0.2893 .8180E-02 .1662E-02    0.0011 .8308E-06 .3449E-0
  110         0.00  0.000  0.029  0.1728    0.0000 .0000E+00 .0000E+00    0.2637 .7456E-02 .1549E-02    0.0011 .8577E-06 .3503E-0
  111         0.15  0.000  0.038  0.1915    0.0000 .0000E+00 .0000E+00    0.2403 .6794E-02 .1443E-02    0.0012 .8789E-06 .3545E-0
  112         0.00  0.000  0.032  0.1861    0.0000 .0000E+00 .0000E+00    0.2189 .6189E-02 .1343E-02    0.0012 .8949E-06 .3575E-0
  113         0.14  0.000  0.034  0.2037    0.0000 .0000E+00 .0000E+00    0.1993 .5635E-02 .1250E-02    0.0012 .9061E-06 .3597E-0
  114         0.00  0.000  0.029  0.1989    0.0000 .0000E+00 .0000E+00    0.1814 .5129E-02 .1164E-02    0.0012 .9129E-06 .3609E-0
  115         0.00  0.000  0.026  0.1945    0.0000 .0000E+00 .0000E+00    0.1650 .4666E-02 .1083E-02    0.0012 .9158E-06 .3614E-0
  116         0.00  0.000  0.028  0.1899    0.0000 .0000E+00 .0000E+00    0.1501 .4244E-02 .1007E-02    0.0012 .9151E-06 .3612E-0
  117         0.00  0.000  0.026  0.1855    0.0000 .0000E+00 .0000E+00    0.1364 .3858E-02 .9366E-03    0.0012 .9114E-06 .3604E-0
  118         0.00  0.000  0.026  0.1812    0.0000 .0000E+00 .0000E+00    0.1240 .3506E-02 .8707E-03    0.0012 .9050E-06 .3591E-0
  119         0.20  0.000  0.030  0.2095    0.0000 .0000E+00 .0000E+00    0.1126 .3184E-02 .8092E-03    0.0012 .8962E-06 .3573E-0
  120         0.01  0.000  0.029  0.2063    0.0000 .0000E+00 .0000E+00    0.1022 .2891E-02 .7517E-03    0.0012 .8855E-06 .3551E-0
  121         0.22  0.000  0.029  0.2381    0.0000 .0000E+00 .0000E+00    0.0928 .2623E-02 .6981E-03    0.0012 .8730E-06 .3525E-0
  122         0.00  0.000  0.179  0.2083    0.0000 .0000E+00 .0000E+00    0.0841 .2379E-02 .6481E-03    0.0012 .8590E-06 .3497E-0
  123         0.00  0.000  0.025  0.2041    0.0000 .0000E+00 .0000E+00    0.0763 .2157E-02 .6014E-03    0.0011 .8439E-06 .3465E-0
  124         0.00  0.000  0.025  0.2000    0.0000 .0000E+00 .0000E+00    0.0691 .1954E-02 .5579E-03    0.0011 .8278E-06 .4281E-0
  125         0.08  0.000  0.030  0.2084    0.0000 .0000E+00 .0000E+00    0.0626 .1770E-02 .5174E-03    0.0011 .8091E-06 .3387E-0
  126         0.00  0.000  0.024  0.2044    0.0000 .0000E+00 .0000E+00    0.0567 .1602E-02 .4796E-03    0.0011 .7913E-06 .3350E-0
  127         0.00  0.000  0.025  0.2002    0.0000 .0000E+00 .0000E+00    0.0513 .1449E-02 .4444E-03    0.0011 .7731E-06 .3311E-0
  128         0.00  0.000  0.025  0.1960    0.0000 .0000E+00 .0000E+00    0.0463 .1310E-02 .4116E-03    0.0005 .3773E-06 .2461E-0
  129         0.14  0.000  0.029  0.2145    0.0000 .0000E+00 .0000E+00    0.0419 .1184E-02 .3810E-03    0.0011 .7349E-06 .4042E-0
  130         0.00  0.000  0.024  0.2106    0.0000 .0000E+00 .0000E+00    0.0378 .1069E-02 .3526E-03    0.0011 .7174E-06 .3190E-0
  131         0.00  0.000  0.024  0.2065    0.0000 .0000E+00 .0000E+00    0.0341 .9650E-03 .3261E-03    0.0010 .6987E-06 .3148E-0
  132         0.00  0.000  0.025  0.2023    0.0000 .0000E+00 .0000E+00    0.0308 .8703E-03 .3015E-03    0.0005 .3437E-06 .2336E-0
  133         0.00  0.000  0.025  0.1981    0.0000 .0000E+00 .0000E+00    0.0277 .7844E-03 .2786E-03    0.0010 .6651E-06 .3074E-0
  134         0.00  0.000  0.024  0.1941    0.0000 .0000E+00 .0000E+00    0.0250 .7065E-03 .2572E-03    0.0010 .6470E-06 .3032E-0
  135         0.00  0.000  0.024  0.1901    0.0000 .0000E+00 .0000E+00    0.0225 .6359E-03 .2374E-03    0.0010 .6292E-06 .2990E-0
  136         0.00  0.000  0.025  0.1859    0.0000 .0000E+00 .0000E+00    0.0202 .5719E-03 .2190E-03    0.0010 .6117E-06 .2948E-0
  137         0.00  0.000  0.025  0.1817    0.0000 .0000E+00 .0000E+00    0.0182 .5139E-03 .2020E-03    0.0010 .5944E-06 .2906E-0
  138         0.12  0.000  0.030  0.1967    0.0000 .0000E+00 .0000E+00    0.0163 .4615E-03 .1861E-03    0.0009 .5775E-06 .2864E-0
  139         0.00  0.000  0.028  0.1921    0.0000 .0000E+00 .0000E+00    0.0146 .4141E-03 .1714E-03    0.0009 .5610E-06 .2823E-0
  140         0.00  0.000  0.029  0.1873    0.0000 .0000E+00 .0000E+00    0.0131 .3712E-03 .1577E-03    0.0009 .5449E-06 .2782E-0
  141         0.00  0.000  0.028  0.1826    0.0000 .0000E+00 .0000E+00    0.0118 .3325E-03 .1450E-03    0.0009 .5292E-06 .2742E-0
  142         0.20  0.000  0.034  0.2102    0.0000 .0000E+00 .0000E+00    0.0105 .2976E-03 .1333E-03    0.0009 .5138E-06 .2702E-0
  143         0.00  0.000  0.249  0.1687    0.0000 .0000E+00 .0000E+00    0.0094 .2661E-03 .1224E-03    0.0009 .4966E-06 .3321E-0
  144         0.00  0.000  0.031  0.1635    0.0000 .0000E+00 .0000E+00    0.0084 .2377E-03 .1124E-03    0.0009 .4813E-06 .2613E-0
  145         0.00  0.000  0.033  0.1580    0.0000 .0000E+00 .0000E+00    0.0075 .2121E-03 .1030E-03    0.0009 .4673E-06 .2575E-0
  146         0.00  0.000  0.031  0.1528    0.0000 .0000E+00 .0000E+00    0.0067 .1890E-03 .9441E-04    0.0008 .4537E-06 .2537E-0
  147         0.14  0.000  0.043  0.1690    0.0000 .0000E+00 .0000E+00    0.0060 .1683E-03 .8644E-04    0.0008 .4405E-06 .2500E-0
  148         0.00  0.000  0.036  0.1630    0.0000 .0000E+00 .0000E+00    0.0053 .1497E-03 .7908E-04    0.0004 .2138E-06 .1852E-0
  149         0.00  0.000  0.040  0.1563    0.0000 .0000E+00 .0000E+00    0.0047 .1330E-03 .7228E-04    0.0008 .4180E-06 .3040E-0
  150         0.00  0.000  0.044  0.1491    0.0000 .0000E+00 .0000E+00    0.0042 .1180E-03 .6600E-04    0.0008 .4032E-06 .2392E-0
  151         0.00  0.000  0.046  0.1414    0.0000 .0000E+00 .0000E+00    0.0037 .1046E-03 .6021E-04    0.0008 .3916E-06 .2358E-0
  152         0.77  0.002  0.051  0.2610    0.0000 .0000E+00 .0000E+00    0.0033 .9258E-04 .5487E-04    0.0008 .3803E-06 .2323E-0
  153         0.00  0.000  0.253  0.2187    0.0000 .0000E+00 .0000E+00    0.0029 .8183E-04 .4996E-04    0.0008 .3695E-06 .2290E-0
  154         0.00  0.000  0.235  0.1796    0.0000 .0000E+00 .0000E+00    0.0026 .7222E-04 .4544E-04    0.0004 .1794E-06 .1696E-0
  155         0.02  0.000  0.235  0.1438    0.0000 .0000E+00 .0000E+00    0.0023 .6365E-04 .4128E-04    0.0007 .3511E-06 .2233E-0
  156         0.47  0.000  0.136  0.1995    0.0000 .0000E+00 .0000E+00    0.0020 .5601E-04 .3745E-04    0.0007 .3412E-06 .2201E-0
  157         0.00  0.000  0.202  0.1659    0.0000 .0000E+00 .0000E+00    0.0017 .4920E-04 .3394E-04    0.0007 .3316E-06 .2170E-0
  158         0.00  0.000  0.115  0.1468    0.0000 .0000E+00 .0000E+00    0.0015 .4315E-04 .3072E-04    0.0007 .3223E-06 .2139E-0
  159         0.19  0.000  0.118  0.1588    0.0000 .0000E+00 .0000E+00    0.0013 .3778E-04 .2777E-04    0.0007 .3133E-06 .2109E-0
  160         0.00  0.000  0.054  0.1497    0.0000 .0000E+00 .0000E+00    0.0012 .3302E-04 .2507E-04    0.0007 .3047E-06 .2595E-0
  161         0.00  0.000  0.070  0.1381    0.0000 .0000E+00 .0000E+00    0.0010 .2880E-04 .2260E-04    0.0007 .2944E-06 .2044E-0
  162         0.00  0.000  0.014  0.1358    0.0000 .0000E+00 .0000E+00    0.0009 .2506E-04 .2028E-04    0.0003 .1432E-06 .1515E-0
  163         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0008 .2178E-04 .1825E-04    0.0007 .2804E-06 .1996E-0
  164         0.44  0.000  0.053  0.1997    0.0000 .0000E+00 .0000E+00    0.0007 .1887E-04 .1638E-04    0.0007 .2729E-06 .1969E-0
  165         0.00  0.000  0.172  0.1710    0.0000 .0000E+00 .0000E+00    0.0006 .1632E-04 .1467E-04    0.0006 .2656E-06 .2423E-0
  166         0.24  0.000  0.151  0.1858    0.0000 .0000E+00 .0000E+00    0.0005 .1407E-04 .1311E-04    0.0006 .2569E-06 .1910E-0
  167         1.52  0.225  0.174  0.3726    0.0000 .0000E+00 .0000E+00    0.0004 .1211E-04 .1169E-04    0.0003 .1251E-06 .1416E-0
  168         0.00  0.000  0.304  0.3170    1.5371 .0000E+00 .2993E-01    0.0300 .8491E-03 .2741E-03    0.0006 .2048E-06 .1670E-0
  169         0.00  0.000  0.298  0.2622    1.7893 .0000E+00 .3049E-01    0.1053 .2978E-02 .7663E-03    0.0004 .1176E-06 .1221E-0
  170         0.26  0.000  0.239  0.2607    1.5386 .0000E+00 .2993E-01    0.1742 .4927E-02 .1128E-02    0.0003 .5414E-07 .8245E-0
  171         0.00  0.000  0.242  0.2155    1.1416 .0000E+00 .2906E-01    0.2355 .6658E-02 .1420E-02    0.0002 .2252E-07 .5225E-0
  172         0.00  0.000  0.261  0.1674    0.6325 .0000E+00 .2793E-01    0.2889 .8168E-02 .1660E-02    0.0001 .7281E-08 .2841E-0
  173         0.05  0.000  0.153  0.1493    0.0409 .0000E+00 .5216E-02    0.3134 .8862E-02 .1767E-02    0.0001 .2249E-08 .1644E-0
  174         0.00  0.000  0.075  0.1368    0.0000 .0000E+00 .0000E+00    0.2941 .8317E-02 .1684E-02    0.0001 .3205E-08 .2227E-0
  175         0.00  0.000  0.008  0.1354    0.0000 .0000E+00 .0000E+00    0.2681 .7582E-02 .1569E-02    0.0001 .7974E-08 .3496E-0
  176         0.47  0.000  0.073  0.2015    0.0000 .0000E+00 .0000E+00    0.2443 .6909E-02 .1461E-02    0.0001 .1504E-07 .4753E-0
  177         0.00  0.000  0.236  0.1622    0.0000 .0000E+00 .0000E+00    0.2226 .6293E-02 .1361E-02    0.0002 .2353E-07 .5906E-0
  178         0.00  0.000  0.142  0.1385    0.0000 .0000E+00 .0000E+00    0.2027 .5731E-02 .1267E-02    0.0002 .3297E-07 .6963E-0
  179         0.04  0.000  0.042  0.1381    0.0000 .0000E+00 .0000E+00    0.1845 .5216E-02 .1179E-02    0.0003 .4301E-07 .7929E-0
  180         0.04  0.000  0.029  0.1400    0.0000 .0000E+00 .0000E+00    0.1679 .4746E-02 .1097E-02    0.0003 .5334E-07 .8810E-0
  181         0.00  0.000  0.018  0.1370    0.0000 .0000E+00 .0000E+00    0.1527 .4317E-02 .1020E-02    0.0003 .6371E-07 .9612E-0
  182         0.41  0.000  0.083  0.1915    0.0000 .0000E+00 .0000E+00    0.1388 .3925E-02 .9490E-03    0.0003 .7392E-07 .1297E-0



  183         0.00  0.000  0.187  0.1603    0.0000 .0000E+00 .0000E+00    0.1261 .3566E-02 .8822E-03    0.0004 .8757E-07 .1116E-0
  184         0.00  0.000  0.114  0.1413    0.0000 .0000E+00 .0000E+00    0.1146 .3240E-02 .8199E-03    0.0004 .9692E-07 .1174E-0
  185         0.62  0.000  0.139  0.2215    0.0000 .0000E+00 .0000E+00    0.1040 .2941E-02 .7617E-03    0.0004 .1057E-06 .1226E-0
  186         0.00  0.000  0.211  0.1863    0.0000 .0000E+00 .0000E+00    0.0944 .2669E-02 .7075E-03    0.0004 .1140E-06 .1273E-0
  187         0.00  0.000  0.230  0.1479    0.0000 .0000E+00 .0000E+00    0.0856 .2421E-02 .6568E-03    0.0004 .1216E-06 .1314E-0
  188         0.00  0.000  0.068  0.1365    0.0000 .0000E+00 .0000E+00    0.0776 .2195E-02 .6096E-03    0.0004 .1285E-06 .1351E-0
  189         0.00  0.000  0.009  0.1350    0.0000 .0000E+00 .0000E+00    0.0704 .1989E-02 .5655E-03    0.0005 .1349E-06 .1384E-0
  190         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0637 .1802E-02 .5245E-03    0.0005 .1405E-06 .1413E-0
  191         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0577 .1631E-02 .4862E-03    0.0002 .7279E-07 .1080E-0
  192         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0522 .1476E-02 .4505E-03    0.0005 .1480E-06 .1818E-0
  193         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0472 .1334E-02 .4173E-03    0.0005 .1539E-06 .1478E-0
  194         1.59  0.191  0.137  0.3453    0.0000 .0000E+00 .0000E+00    0.0426 .1206E-02 .3863E-03    0.0005 .1572E-06 .1494E-0
  195         0.00  0.000  0.276  0.2957    0.7915 .0000E+00 .2165E-01    0.0600 .1697E-02 .4982E-03    0.0005 .1318E-06 .1369E-0
  196         0.00  0.000  0.315  0.2383    1.1748 .0000E+00 .2913E-01    0.1179 .3335E-02 .8363E-03    0.0003 .7363E-07 .1023E-0
  197         0.00  0.000  0.301  0.1834    0.8420 .0000E+00 .2839E-01    0.1821 .5148E-02 .1166E-02    0.0002 .3393E-07 .6951E-0
  198         0.00  0.000  0.272  0.1369    0.2334 .0000E+00 .6986E-02    0.2182 .6170E-02 .1340E-02    0.0002 .1971E-07 .5302E-0
  199         0.00  0.000  0.011  0.1350    0.0000 .0000E+00 .0000E+00    0.2099 .5935E-02 .1301E-02    0.0002 .2360E-07 .5800E-0
  200         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1911 .5403E-02 .1211E-02    0.0002 .3235E-07 .6788E-0
  201         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1739 .4917E-02 .1127E-02    0.0003 .4155E-07 .7691E-0
  202         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1582 .4473E-02 .1048E-02    0.0001 .2548E-07 .6384E-0
  203         0.39  0.000  0.108  0.1820    0.0000 .0000E+00 .0000E+00    0.1438 .4067E-02 .9751E-03    0.0003 .5683E-07 .9080E-0
  204         0.00  0.000  0.097  0.1658    0.0000 .0000E+00 .0000E+00    0.1307 .3696E-02 .9066E-03    0.0003 .6610E-07 .9779E-0
  205         0.00  0.000  0.136  0.1430    0.0000 .0000E+00 .0000E+00    0.1188 .3358E-02 .8427E-03    0.0003 .7512E-07 .1041E-0
  206         1.11  0.048  0.167  0.2922    0.0000 .0000E+00 .0000E+00    0.1079 .3050E-02 .7830E-03    0.0004 .8377E-07 .1099E-0
  207         0.18  0.000  0.177  0.2905    0.1118 .0000E+00 .1351E-01    0.1113 .3147E-02 .8018E-03    0.0004 .8470E-07 .1095E-0
  208         0.00  0.000  0.278  0.2398    0.1209 .0000E+00 .2680E-01    0.1494 .4223E-02 .1003E-02    0.0003 .6543E-07 .9374E-0
  209         0.00  0.000  0.220  0.2025    0.0063 .0000E+00 .3685E-02    0.1825 .5160E-02 .1169E-02    0.0003 .4365E-07 .9467E-0
  210         0.00  0.000  0.263  0.1587    0.0000 .0000E+00 .0000E+00    0.1719 .4862E-02 .1117E-02    0.0003 .4296E-07 .7820E-0
  211         0.00  0.000  0.132  0.1367    0.0000 .0000E+00 .0000E+00    0.1564 .4422E-02 .1039E-02    0.0003 .5240E-07 .8635E-0
  212         0.84  0.007  0.154  0.2498    0.0000 .0000E+00 .0000E+00    0.1422 .4021E-02 .9667E-03    0.0002 .3091E-07 .7033E-0
  213         0.06  0.000  0.230  0.2216    0.0000 .0000E+00 .0000E+00    0.1292 .3654E-02 .8988E-03    0.0003 .6755E-07 .9884E-0
  214         0.00  0.000  0.258  0.1786    0.0000 .0000E+00 .0000E+00    0.1174 .3320E-02 .8353E-03    0.0003 .7655E-07 .1051E-0
  215         0.00  0.000  0.210  0.1437    0.0000 .0000E+00 .0000E+00    0.1066 .3015E-02 .7762E-03    0.0004 .8516E-07 .1108E-0
  216         0.00  0.000  0.045  0.1362    0.0000 .0000E+00 .0000E+00    0.0968 .2736E-02 .7209E-03    0.0004 .9333E-07 .1159E-0
  217         0.00  0.000  0.007  0.1350    0.0000 .0000E+00 .0000E+00    0.0878 .2482E-02 .6694E-03    0.0004 .1010E-06 .1204E-0
  218         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0796 .2251E-02 .6213E-03    0.0004 .1079E-06 .1558E-0
  219         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0721 .2040E-02 .5765E-03    0.0004 .1172E-06 .1291E-0
  220         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0654 .1848E-02 .5346E-03    0.0004 .1230E-06 .1322E-0
  221         0.22  0.000  0.082  0.1579    0.0000 .0000E+00 .0000E+00    0.0592 .1673E-02 .4957E-03    0.0004 .1282E-06 .1350E-0
  222         0.83  0.011  0.101  0.2776    0.0000 .0000E+00 .0000E+00    0.0535 .1514E-02 .4594E-03    0.0002 .6673E-07 .1032E-0
  223         0.00  0.000  0.174  0.2486    0.0000 .0000E+00 .0000E+00    0.0484 .1369E-02 .4255E-03    0.0005 .1351E-06 .1390E-0
  224         0.00  0.000  0.237  0.2091    0.0000 .0000E+00 .0000E+00    0.0438 .1237E-02 .3940E-03    0.0005 .1389E-06 .1408E-0
  225         0.00  0.000  0.190  0.1774    0.0000 .0000E+00 .0000E+00    0.0395 .1118E-02 .3647E-03    0.0005 .1421E-06 .1424E-0
  226         0.00  0.000  0.168  0.1493    0.0000 .0000E+00 .0000E+00    0.0357 .1009E-02 .3374E-03    0.0005 .1445E-06 .1797E-0
  227         0.00  0.000  0.080  0.1360    0.0000 .0000E+00 .0000E+00    0.0322 .9103E-03 .3119E-03    0.0005 .1483E-06 .1452E-0
  228         0.00  0.000  0.006  0.1350    0.0000 .0000E+00 .0000E+00    0.0290 .8207E-03 .2883E-03    0.0005 .1501E-06 .1460E-0
  229         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0261 .7394E-03 .2663E-03    0.0005 .1514E-06 .1467E-0
  230         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0235 .6657E-03 .2459E-03    0.0005 .1524E-06 .1471E-0
  231         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0212 .5989E-03 .2269E-03    0.0002 .7651E-07 .1107E-0
  232         0.03  0.000  0.028  0.1354    0.0000 .0000E+00 .0000E+00    0.0190 .5384E-03 .2092E-03    0.0005 .1524E-06 .1843E-0
  233         0.00  0.000  0.001  0.1352    0.0000 .0000E+00 .0000E+00    0.0171 .4836E-03 .1928E-03    0.0002 .7713E-07 .1109E-0
  234         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0154 .4341E-03 .1776E-03    0.0005 .1529E-06 .1475E-0
  235         0.36  0.000  0.089  0.1802    0.0000 .0000E+00 .0000E+00    0.0138 .3893E-03 .1635E-03    0.0005 .1521E-06 .1840E-0
  236         0.39  0.000  0.107  0.2274    0.0000 .0000E+00 .0000E+00    0.0123 .3488E-03 .1504E-03    0.0002 .7649E-07 .1104E-0
  237         0.05  0.000  0.184  0.2051    0.0000 .0000E+00 .0000E+00    0.0110 .3123E-03 .1383E-03    0.0005 .1512E-06 .1467E-0
  238         0.00  0.000  0.178  0.1754    0.0000 .0000E+00 .0000E+00    0.0099 .2793E-03 .1270E-03    0.0005 .1503E-06 .1462E-0
  239         2.85  0.862  0.162  0.4797    0.0000 .0000E+00 .0000E+00    0.0088 .2496E-03 .1166E-03    0.0005 .1492E-06 .1819E-0
  240         0.00  0.000  0.233  0.4347    4.8581 .0000E+00 .3727E-01    0.0448 .1268E-02 .3852E-03    0.0004 .9703E-07 .1174E-0
  241         0.00  0.000  0.272  0.3835    4.0724 .0000E+00 .3554E-01    0.1356 .3834E-02 .9297E-03    0.0002 .2761E-07 .6270E-0
  242         0.00  0.000  0.266  0.3336    3.3023 .0000E+00 .3383E-01    0.2139 .6047E-02 .1319E-02    0.0001 .4229E-08 .2460E-0
  243         0.97  0.058  0.168  0.4520    2.9917 .0000E+00 .3315E-01    0.2820 .7974E-02 .1630E-02    0.0000 .0000E+00 .0000E+0
  244         0.00  0.000  0.231  0.4074    4.2513 .0000E+00 .3593E-01    0.3460 .9784E-02 .1906E-02    0.0000 .0000E+00 .0000E+0
  245         0.00  0.000  0.183  0.3711    3.6981 .0000E+00 .3471E-01    0.4079 .1153E-01 .2162E-02    0.0000 .0000E+00 .0000E+0
  246         0.10  0.000  0.132  0.3602    3.3077 .0000E+00 .3385E-01    0.4617 .1305E-01 .2377E-02    0.0000 .0000E+00 .0000E+0
  247         0.00  0.000  0.142  0.3310    2.9610 .0000E+00 .3308E-01    0.5088 .1439E-01 .2562E-02    0.0000 .0000E+00 .0000E+0
  248         0.00  0.000  0.177  0.2960    2.6101 .0000E+00 .3230E-01    0.5500 .1555E-01 .2719E-02    0.0000 .0000E+00 .0000E+0
  249         0.00  0.000  0.179  0.2610    2.0416 .0000E+00 .3105E-01    0.5853 .1655E-01 .2852E-02    0.0000 .0000E+00 .0000E+0
  250         0.00  0.000  0.191  0.2243    1.4823 .0000E+00 .2981E-01    0.6144 .1737E-01 .2961E-02    0.0000 .0000E+00 .0000E+0
  251         0.53  0.000  0.181  0.2776    0.9659 .0000E+00 .2867E-01    0.6379 .1804E-01 .3048E-02    0.0000 .0000E+00 .0000E+0
  252         0.00  0.000  0.204  0.2388    0.7853 .0000E+00 .2827E-01    0.6573 .1858E-01 .3118E-02    0.0000 .0000E+00 .0000E+0
  253         0.00  0.000  0.181  0.2040    0.6265 .0000E+00 .2792E-01    0.6740 .1906E-01 .3179E-02    0.0000 .0000E+00 .0000E+0
  254         0.00  0.000  0.178  0.1697    0.4265 .0000E+00 .2747E-01    0.6883 .1946E-01 .3231E-02    0.0000 .0000E+00 .0000E+0
  255         0.00  0.000  0.116  0.1491    0.0875 .0000E+00 .6774E-02    0.6802 .1923E-01 .3202E-02    0.0000 .0000E+00 .0000E+0
  256         0.00  0.000  0.085  0.1350    0.0000 .0000E+00 .0000E+00    0.6327 .1789E-01 .3028E-02    0.0000 .0000E+00 .0000E+0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5783 .1635E-01 .2826E-02    0.0000 .0000E+00 .0000E+0
  258         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5284 .1494E-01 .2637E-02    0.0000 .0000E+00 .0000E+0
  259         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4826 .1365E-01 .2460E-02    0.0000 .0000E+00 .0000E+0
  260         0.08  0.000  0.039  0.1419    0.0000 .0000E+00 .0000E+00    0.4407 .1246E-01 .2294E-02    0.0000 .0000E+00 .0000E+0
  261         0.40  0.000  0.075  0.1961    0.0000 .0000E+00 .0000E+00    0.4023 .1138E-01 .2140E-02    0.0000 .1067E-08 .1250E-0
  262         0.14  0.000  0.080  0.2060    0.0000 .0000E+00 .0000E+00    0.3672 .1038E-01 .1995E-02    0.0001 .6271E-08 .3003E-0
  263         0.00  0.000  0.118  0.1864    0.0000 .0000E+00 .0000E+00    0.3350 .9471E-02 .1860E-02    0.0001 .7438E-08 .3439E-0
  264         0.00  0.000  0.093  0.1709    0.0000 .0000E+00 .0000E+00    0.3055 .8638E-02 .1733E-02    0.0002 .2186E-07 .5727E-0
  265         0.07  0.000  0.115  0.1634    0.0000 .0000E+00 .0000E+00    0.2785 .7875E-02 .1615E-02    0.0002 .3411E-07 .7110E-0
  266         0.00  0.000  0.111  0.1449    0.0000 .0000E+00 .0000E+00    0.2538 .7177E-02 .1504E-02    0.0003 .4769E-07 .8373E-0
  267         0.15  0.000  0.099  0.1534    0.0000 .0000E+00 .0000E+00    0.2313 .6539E-02 .1401E-02    0.0003 .6219E-07 .1198E-0
  268         0.55  0.000  0.097  0.2289    0.0000 .0000E+00 .0000E+00    0.2106 .5955E-02 .1304E-02    0.0004 .8229E-07 .1082E-0
  269         0.09  0.000  0.078  0.2309    0.0000 .0000E+00 .0000E+00    0.1917 .5421E-02 .1214E-02    0.0004 .9699E-07 .1175E-0
  270         0.56  0.000  0.084  0.3102    0.0000 .0000E+00 .0000E+00    0.1745 .4934E-02 .1130E-02    0.0004 .1113E-06 .1258E-0
  271         0.00  0.000  0.088  0.2910    0.4412 .0000E+00 .2751E-01    0.1860 .5260E-02 .1186E-02    0.0004 .1014E-06 .1201E-0
  272         0.00  0.000  0.087  0.2719    0.4374 .0000E+00 .2750E-01    0.2408 .6808E-02 .1444E-02    0.0003 .6291E-07 .9465E-0
  273         1.32  0.144  0.079  0.4500    0.7512 .0000E+00 .2819E-01    0.2915 .8243E-02 .1672E-02    0.0001 .1876E-07 .5471E-0
  274         0.00  0.000  0.093  0.4284    4.3434 .0000E+00 .3614E-01    0.3470 .9811E-02 .1910E-02    0.0002 .2533E-07 .5675E-0
  275         0.49  0.012  0.076  0.4893    4.5613 .0000E+00 .3662E-01    0.4110 .1162E-01 .2174E-02    0.0001 .9928E-08 .3363E-0
  276         0.00  0.000  0.080  0.4695    5.5177 .0000E+00 .3873E-01    0.4724 .1336E-01 .2420E-02    0.0001 .1928E-08 .1217E-0
  277         0.00  0.000  0.080  0.4499    5.0110 .0000E+00 .3761E-01    0.5311 .1502E-01 .2647E-02    0.0000 .1309E-09 .2157E-0
  278         0.01  0.000  0.057  0.4360    4.6748 .0000E+00 .3687E-01    0.5822 .1646E-01 .2841E-02    0.0000 .0000E+00 .0000E+0



  279         1.11  0.594  0.088  0.5010    5.3032 .0000E+00 .3826E-01    0.6293 .1779E-01 .3016E-02    0.0000 .0000E+00 .0000E+0
  280         0.00  0.000  0.075  0.4820    5.8041 .0000E+00 .3936E-01    0.6758 .1911E-01 .3186E-02    0.0000 .0000E+00 .0000E+0
  281         0.00  0.000  0.066  0.4646    5.3173 .0000E+00 .3829E-01    0.7192 .2034E-01 .3342E-02    0.0000 .0000E+00 .0000E+0
  282         0.03  0.000  0.064  0.4527    4.9429 .0000E+00 .3746E-01    0.7564 .2139E-01 .3475E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.074  0.4343    4.6853 .0000E+00 .3689E-01    0.7886 .2230E-01 .3588E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.075  0.4157    4.3173 .0000E+00 .3608E-01    0.8165 .2309E-01 .3685E-02    0.0000 .0000E+00 .0000E+0
  285         0.00  0.000  0.049  0.4017    3.9808 .0000E+00 .3533E-01    0.8400 .2375E-01 .3767E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.063  0.3854    3.7268 .0000E+00 .3477E-01    0.8598 .2431E-01 .3835E-02    0.0000 .0000E+00 .0000E+0
  287         0.00  0.000  0.041  0.3729    3.4853 .0000E+00 .3424E-01    0.8765 .2478E-01 .3892E-02    0.0000 .0000E+00 .0000E+0
  288         0.00  0.000  0.044  0.3600    3.2652 .0000E+00 .3375E-01    0.8905 .2518E-01 .3940E-02    0.0000 .0000E+00 .0000E+0
  289         0.13  0.000  0.064  0.3655    3.0516 .0000E+00 .3328E-01    0.9021 .2551E-01 .3980E-02    0.0000 .0000E+00 .0000E+0
  290         0.55  0.000  0.061  0.4415    3.1277 .0000E+00 .3345E-01    0.9121 .2579E-01 .4014E-02    0.0000 .0000E+00 .0000E+0
  291         0.39  0.003  0.061  0.4897    4.8229 .0000E+00 .3720E-01    0.9253 .2616E-01 .4059E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.062  0.4729    5.5183 .0000E+00 .3873E-01    0.9450 .2672E-01 .4125E-02    0.0000 .0000E+00 .0000E+0
  293         0.00  0.000  0.046  0.4589    5.1058 .0000E+00 .3782E-01    0.9646 .2728E-01 .4191E-02    0.0000 .0000E+00 .0000E+0
  294         0.00  0.000  0.053  0.4440    4.7760 .0000E+00 .3709E-01    0.9805 .2772E-01 .4244E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.049  0.4297    4.4683 .0000E+00 .3641E-01    0.9931 .2808E-01 .4287E-02    0.0000 .0000E+00 .0000E+0
  296         0.00  0.000  0.030  0.4187    4.1884 .0000E+00 .3579E-01    1.0030 .2836E-01 .4320E-02    0.0000 .0000E+00 .0000E+0
  297         0.00  0.000  0.045  0.4054    3.9389 .0000E+00 .3524E-01    1.0106 .2857E-01 .4345E-02    0.0000 .0000E+00 .0000E+0
  298         0.00  0.000  0.046  0.3919    3.7059 .0000E+00 .3473E-01    1.0161 .2873E-01 .4363E-02    0.0000 .1489E-10 .1500E-0
  299         0.00  0.000  0.035  0.3805    3.4837 .0000E+00 .3423E-01    1.0199 .2884E-01 .4376E-02    0.0000 .8913E-09 .1159E-0
  300         0.00  0.000  0.032  0.3695    3.2760 .0000E+00 .3378E-01    1.0221 .2890E-01 .4383E-02    0.0001 .3685E-08 .2342E-0
  301         0.00  0.000  0.043  0.3568    3.0665 .0000E+00 .3331E-01    1.0229 .2892E-01 .4386E-02    0.0001 .8641E-08 .3569E-0
  302  *      0.00  0.000  0.034  0.3456    2.8699 .0000E+00 .3288E-01    1.0225 .2891E-01 .4384E-02    0.0002 .1592E-07 .4829E-0
  303         0.00  0.000  0.037  0.3341    2.6903 .0000E+00 .3248E-01    1.0210 .2887E-01 .4380E-02    0.0002 .2562E-07 .7835E-0
  304         0.00  0.000  0.035  0.3229    2.5118 .0000E+00 .3209E-01    1.0186 .2880E-01 .4372E-02    0.0003 .4126E-07 .7731E-0
  305         0.83  0.022  0.053  0.4433    2.5029 .0000E+00 .3207E-01    1.0158 .2872E-01 .4362E-02    0.0003 .5637E-07 .9024E-0
  306         0.00  0.000  0.043  0.4302    4.2632 .0000E+00 .3596E-01    1.0170 .2876E-01 .4366E-02    0.0003 .7162E-07 .1016E-0
  307         0.00  0.000  0.037  0.4180    4.0434 .0000E+00 .3547E-01    1.0239 .2895E-01 .4389E-02    0.0002 .4277E-07 .8219E-0
  308         0.10  0.000  0.056  0.4196    3.8176 .0000E+00 .3497E-01    1.0289 .2909E-01 .4406E-02    0.0004 .9793E-07 .1185E-0
  309         0.00  0.000  0.035  0.4080    3.6492 .0000E+00 .3460E-01    1.0324 .2919E-01 .4417E-02    0.0004 .1156E-06 .1288E-0
  310         0.00  0.000  0.039  0.3958    3.4570 .0000E+00 .3418E-01    1.0346 .2925E-01 .4424E-02    0.0005 .1354E-06 .1394E-0
  311         1.29  0.571  0.051  0.5010    4.5294 .0000E+00 .3655E-01    1.0382 .2936E-01 .4437E-02    0.0005 .1562E-06 .1496E-0
  312         1.04  1.021  0.056  0.4882    5.8676 .0000E+00 .3951E-01    1.0483 .2964E-01 .4470E-02    0.0005 .1747E-06 .1579E-0
  313         1.53  1.358  0.055  0.5010    5.9020 .0000E+00 .3958E-01    1.0624 .3004E-01 .4516E-02    0.0005 .1906E-06 .1648E-0
  314         0.00  0.000  0.042  0.4874    5.8595 .0000E+00 .3949E-01    1.0754 .3041E-01 .4559E-02    0.0006 .2068E-06 .1717E-0
  315         0.00  0.000  0.039  0.4743    5.5019 .0000E+00 .3870E-01    1.0864 .3072E-01 .4595E-02    0.0006 .2252E-06 .1792E-0
  316         0.00  0.000  0.045  0.4605    5.1489 .0000E+00 .3792E-01    1.0944 .3095E-01 .4621E-02    0.0006 .2466E-06 .1877E-0
  317         0.00  0.000  0.059  0.4445    4.8025 .0000E+00 .3715E-01    1.0998 .3110E-01 .4639E-02    0.0007 .2752E-06 .2478E-0
  318         0.00  0.000  0.054  0.4294    4.4796 .0000E+00 .3644E-01    1.1028 .3118E-01 .4649E-02    0.0007 .3060E-06 .2093E-0
  319         0.00  0.000  0.055  0.4142    4.1671 .0000E+00 .3575E-01    1.1037 .3121E-01 .4652E-02    0.0004 .1646E-06 .1638E-0
  320         0.00  0.000  0.050  0.4001    3.8829 .0000E+00 .3512E-01    1.1028 .3118E-01 .4649E-02    0.0007 .3627E-06 .2278E-0
  321         0.00  0.000  0.043  0.3871    3.6503 .0000E+00 .3460E-01    1.1004 .3111E-01 .4641E-02    0.0008 .3979E-06 .2386E-0
  322         0.00  0.000  0.039  0.3749    3.4287 .0000E+00 .3411E-01    1.0969 .3102E-01 .4629E-02    0.0008 .4348E-06 .2494E-0
  323         0.00  0.000  0.042  0.3623    3.2120 .0000E+00 .3363E-01    1.0924 .3089E-01 .4615E-02    0.0009 .4730E-06 .2601E-0
  324         0.15  0.000  0.057  0.3724    2.9969 .0000E+00 .3316E-01    1.0871 .3074E-01 .4597E-02    0.0009 .5123E-06 .2707E-0
  325         0.14  0.000  0.061  0.3800    2.8047 .0000E+00 .3273E-01    1.0810 .3057E-01 .4577E-02    0.0009 .5523E-06 .3527E-0
  326         0.00  0.000  0.048  0.3666    2.6265 .0000E+00 .3234E-01    1.0743 .3038E-01 .4556E-02    0.0010 .6039E-06 .2935E-0
  327         0.15  0.000  0.058  0.3767    2.4787 .0000E+00 .3201E-01    1.0673 .3018E-01 .4532E-02    0.0010 .6443E-06 .3032E-0
  328         0.00  0.000  0.057  0.3619    2.3248 .0000E+00 .3167E-01    1.0599 .2997E-01 .4508E-02    0.0010 .6844E-06 .3124E-0
  329         0.00  0.000  0.049  0.3485    2.2104 .0000E+00 .3142E-01    1.0523 .2976E-01 .4483E-02    0.0011 .7237E-06 .3212E-0
  330         0.00  0.000  0.051  0.3348    2.0072 .0000E+00 .3097E-01    1.0446 .2954E-01 .4457E-02    0.0011 .7622E-06 .3296E-0
  331         0.00  0.000  0.045  0.3221    1.8556 .0000E+00 .3063E-01    1.0363 .2930E-01 .4430E-02    0.0006 .4000E-06 .2528E-0
  332         0.17  0.000  0.054  0.3365    1.6976 .0000E+00 .3029E-01    1.0279 .2907E-01 .4403E-02    0.0011 .8261E-06 .3434E-0
  333         0.00  0.000  0.043  0.3243    1.5422 .0000E+00 .2994E-01    1.0193 .2882E-01 .4374E-02    0.0012 .8619E-06 .3507E-0
  334         0.62  0.004  0.064  0.4112    1.7419 .0000E+00 .3038E-01    1.0113 .2859E-01 .4347E-02    0.0012 .8958E-06 .3575E-0
  335         0.00  0.000  0.053  0.3968    3.3176 .0000E+00 .3387E-01    1.0081 .2850E-01 .4337E-02    0.0012 .9227E-06 .3626E-0
  336         0.00  0.000  0.050  0.3829    3.1416 .0000E+00 .3348E-01    1.0104 .2857E-01 .4344E-02    0.0012 .9399E-06 .3657E-0
  337         0.00  0.000  0.051  0.3688    2.9251 .0000E+00 .3300E-01    1.0114 .2860E-01 .4348E-02    0.0012 .9546E-06 .4613E-0
  338         0.00  0.000  0.044  0.3561    2.7341 .0000E+00 .3258E-01    1.0111 .2859E-01 .4347E-02    0.0012 .9752E-06 .3726E-0
  339         0.00  0.000  0.033  0.3453    2.5522 .0000E+00 .3217E-01    1.0098 .2855E-01 .4342E-02    0.0012 .9933E-06 .3760E-0
  340  *      0.00  0.000  0.029  0.3352    2.3791 .0000E+00 .3179E-01    1.0075 .2849E-01 .4335E-02    0.0013 .1012E-05 .3796E-0
  341  *      0.00  0.000  0.026  0.3257    2.2107 .0000E+00 .3142E-01    1.0044 .2840E-01 .4325E-02    0.0013 .1032E-05 .3832E-0
  342  *      0.00  0.000  0.029  0.3156    2.0169 .0000E+00 .3099E-01    1.0006 .2829E-01 .4312E-02    0.0013 .1051E-05 .3868E-0
  343  *      0.00  0.000  0.028  0.3059    1.8827 .0000E+00 .3069E-01    0.9961 .2817E-01 .4297E-02    0.0013 .1071E-05 .3904E-0
  344  *      0.00  0.000  0.000  0.3008    1.7348 .0000E+00 .3037E-01    0.9912 .2803E-01 .4280E-02    0.0013 .1090E-05 .3939E-0
  345  *      0.00  0.000  0.000  0.2958    1.5954 .0000E+00 .3006E-01    0.9858 .2787E-01 .4262E-02    0.0013 .1109E-05 .3973E-0
  346  *      0.00  0.000  0.025  0.2866    1.4536 .0000E+00 .2975E-01    0.9801 .2771E-01 .4243E-02    0.0013 .1128E-05 .4005E-0
  347         0.09  0.000  0.046  0.2891    1.3056 .0000E+00 .2942E-01    0.9740 .2754E-01 .4223E-02    0.0013 .1145E-05 .4036E-0
  348  *      1.48  0.000  0.000  0.2875    1.1621 .0000E+00 .2910E-01    0.9676 .2736E-01 .4201E-02    0.0013 .1162E-05 .4066E-0
  349         0.00  0.000  0.014  0.3203    1.0069 .0000E+00 .2876E-01    0.9609 .2717E-01 .4179E-02    0.0014 .1178E-05 .4094E-0
  350         0.00  0.000  0.000  0.3718    1.2319 .0000E+00 .2926E-01    0.9546 .2699E-01 .4158E-02    0.0014 .1192E-05 .4118E-0
  351         0.00  0.000  0.036  0.3699    2.3652 .0000E+00 .3176E-01    0.9522 .2692E-01 .4150E-02    0.0007 .5991E-06 .3096E-0
  352         0.37  0.013  0.000  0.4702    3.2995 .0000E+00 .3383E-01    0.9560 .2703E-01 .4163E-02    0.0014 .1194E-05 .4119E-0
  353         0.00  0.197  0.000  0.5010    5.6091 .0000E+00 .3893E-01    0.9680 .2737E-01 .4203E-02    0.0014 .1179E-05 .5110E-0
  354         0.00  0.080  0.047  0.4944    5.9313 .0000E+00 .3965E-01    0.9878 .2793E-01 .4269E-02    0.0013 .1138E-05 .4024E-0
  355         0.00  0.000  0.035  0.4821    5.6944 .0000E+00 .3912E-01    1.0067 .2846E-01 .4332E-02    0.0013 .1111E-05 .3976E-0
  356         0.00  0.000  0.035  0.4699    5.3685 .0000E+00 .3840E-01    1.0225 .2891E-01 .4384E-02    0.0013 .1093E-05 .3944E-0
  357         0.00  0.000  0.036  0.4575    5.0464 .0000E+00 .3769E-01    1.0350 .2927E-01 .4426E-02    0.0013 .1083E-05 .3926E-0
  358         0.00  0.000  0.037  0.4452    4.7634 .0000E+00 .3706E-01    1.0448 .2954E-01 .4458E-02    0.0013 .1080E-05 .3921E-0
  359         0.00  0.000  0.040  0.4324    4.4911 .0000E+00 .3646E-01    1.0522 .2975E-01 .4483E-02    0.0013 .1082E-05 .3925E-0
  360         0.00  0.000  0.043  0.4193    4.2134 .0000E+00 .3585E-01    1.0574 .2990E-01 .4500E-02    0.0013 .1089E-05 .3936E-0
  361         0.00  0.000  0.040  0.4067    3.9456 .0000E+00 .3526E-01    1.0606 .2999E-01 .4510E-02    0.0013 .1099E-05 .3955E-0
  362  *      0.03  0.000  0.043  0.3987    3.7355 .0000E+00 .3479E-01    1.0621 .3003E-01 .4515E-02    0.0007 .5560E-06 .2981E-0
  363  *      0.00  0.000  0.028  0.3882    3.5476 .0000E+00 .3438E-01    1.0623 .3004E-01 .4516E-02    0.0013 .1123E-05 .3998E-0
  364  *      0.00  0.000  0.028  0.3779    3.3472 .0000E+00 .3393E-01    1.0614 .3001E-01 .4513E-02    0.0013 .1139E-05 .5038E-0
  365         0.00  0.000  0.037  0.3662    3.1442 .0000E+00 .3348E-01    1.0594 .2996E-01 .4507E-02    0.0013 .1161E-05 .4064E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    7
 -------------------------------------------------------------------------------



 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.89    4.07    3.30    1.98    0.90    4.51
                                  5.14    5.76    3.99    2.71    6.02    1.97
 
 RUNOFF                           0.882   3.458   1.577   0.000   0.000   0.228
                                  0.246   0.932   0.145   0.609   2.977   0.290
 
 EVAPOTRANSPIRATION               0.648   0.497   2.126   2.109   1.289   4.156
                                  4.087   3.475   3.424   1.755   1.482   0.913
 
 PERCOLATION/LEAKAGE THROUGH      0.6380  0.0000  0.8034  0.1774  0.0000  0.1526
   LAYER  2                       0.1302  0.1398  0.4330  1.1089  1.0313  1.0373
 
 LATERAL DRAINAGE COLLECTED       0.7771  0.0978  0.4200  0.3935  0.0260  0.0822
   FROM LAYER  3                  0.1075  0.0552  0.3660  0.7345  0.8997  0.8839
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1209  0.0232  0.0708  0.0692  0.0085  0.0181
   LAYER  4                       0.0264  0.0150  0.0668  0.1159  0.1353  0.1345
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1292  0.1265  0.0403  0.0793  0.0920  0.0427
   LAYER  7                       0.0331  0.0392  0.0103  0.0038  0.0676  0.1230
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.638   0.000   2.529   0.102   0.000   0.223
   TOP OF LAYER  2                0.106   0.491   0.829   4.179   3.548   3.134
 
 STD. DEVIATION OF DAILY          1.898   0.000   1.798   0.232   0.000   0.530
   HEAD ON TOP OF LAYER  2        0.286   1.324   1.274   0.930   1.322   1.461
 
 AVERAGE DAILY HEAD ON            0.887   0.123   0.479   0.464   0.030   0.097
   TOP OF LAYER  4                0.123   0.063   0.431   0.838   1.061   1.008
 
 STD. DEVIATION OF DAILY          0.239   0.092   0.340   0.285   0.026   0.116
   HEAD ON TOP OF LAYER  4        0.050   0.062   0.172   0.200   0.031   0.036
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.001   0.000
   TOP OF LAYER  7                0.000   0.000   0.000   0.000   0.001   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    7
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           42.24         383327.937    100.00
 
   RUNOFF                                  11.343        102934.836     26.85
 
   EVAPOTRANSPIRATION                      25.960        235584.437     61.46
 
   PERC./LEAKAGE THROUGH LAYER  2           5.651968      51291.609     13.38
 
   AVG. HEAD ON TOP OF LAYER  2             1.3982
 
   DRAINAGE COLLECTED FROM LAYER  3         4.8432        43951.883     11.47
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.804469       7300.553      1.90
 
   AVG. HEAD ON TOP OF LAYER  4             0.4670
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.586      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.787018       7142.189      1.86
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                 -0.693         -6286.772     -1.64
 
   SOIL WATER AT START OF YEAR            285.728       2592977.500
 
   SOIL WATER AT END OF YEAR              285.157       2587800.500
 
   SNOW WATER AT START OF YEAR              0.122          1109.802      0.29



 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.206      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    8
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.000  0.041  0.3539    2.9379 .0000E+00 .3303E-01    1.0564 .2987E-01 .4497E-02    0.0014 .1179E-05 .4096E-0
    2  *      0.04  0.000  0.044  0.3477    2.7623 .0000E+00 .3264E-01    1.0525 .2976E-01 .4484E-02    0.0007 .5976E-06 .3095E-0
    3         0.85  0.034  0.055  0.4691    3.0576 .0000E+00 .3329E-01    1.0490 .2966E-01 .4472E-02    0.0014 .1210E-05 .5192E-0
    4         0.00  0.000  0.045  0.4553    4.9631 .0000E+00 .3751E-01    1.0510 .2972E-01 .4479E-02    0.0014 .1221E-05 .4168E-0
    5         0.19  0.000  0.054  0.4717    4.8549 .0000E+00 .3727E-01    1.0594 .2995E-01 .4506E-02    0.0014 .1215E-05 .4158E-0
    6         0.00  0.000  0.048  0.4574    5.0856 .0000E+00 .3778E-01    1.0672 .3018E-01 .4532E-02    0.0014 .1211E-05 .4151E-0
    7         0.00  0.000  0.050  0.4428    4.7535 .0000E+00 .3704E-01    1.0745 .3038E-01 .4556E-02    0.0014 .1209E-05 .4148E-0
    8         0.00  0.000  0.055  0.4277    4.4445 .0000E+00 .3636E-01    1.0793 .3052E-01 .4572E-02    0.0007 .6064E-06 .3114E-0
    9         0.00  0.000  0.055  0.4126    4.1312 .0000E+00 .3567E-01    1.0819 .3059E-01 .4580E-02    0.0014 .1219E-05 .4165E-0
   10         0.00  0.000  0.048  0.3988    3.8508 .0000E+00 .3505E-01    1.0826 .3061E-01 .4582E-02    0.0014 .1231E-05 .5232E-0
   11  *      0.00  0.000  0.040  0.3864    3.6225 .0000E+00 .3454E-01    1.0817 .3058E-01 .4580E-02    0.0014 .1246E-05 .4211E-0
   12         0.00  0.000  0.042  0.3737    3.4025 .0000E+00 .3405E-01    1.0796 .3053E-01 .4573E-02    0.0014 .1261E-05 .4236E-0
   13         0.00  0.000  0.051  0.3595    3.1775 .0000E+00 .3356E-01    1.0764 .3043E-01 .4562E-02    0.0007 .6377E-06 .3197E-0
   14         0.47  0.000  0.060  0.4223    3.0785 .0000E+00 .3334E-01    1.0724 .3032E-01 .4549E-02    0.0014 .1290E-05 .4285E-0
   15         0.00  0.000  0.052  0.4079    3.6719 .0000E+00 .3465E-01    1.0697 .3025E-01 .4540E-02    0.0014 .1304E-05 .4308E-0
   16         0.00  0.000  0.048  0.3942    3.5329 .0000E+00 .3434E-01    1.0690 .3023E-01 .4538E-02    0.0014 .1314E-05 .4324E-0
   17  *      0.00  0.000  0.041  0.3817    3.3069 .0000E+00 .3384E-01    1.0675 .3018E-01 .4533E-02    0.0014 .1323E-05 .4340E-0
   18  *      0.04  0.000  0.037  0.3765    3.1126 .0000E+00 .3341E-01    1.0648 .3011E-01 .4524E-02    0.0014 .1334E-05 .4357E-0
   19  *      0.00  0.000  0.039  0.3646    2.9424 .0000E+00 .3304E-01    1.0612 .3001E-01 .4512E-02    0.0014 .1346E-05 .4377E-0
   20         0.00  0.000  0.044  0.3519    2.7559 .0000E+00 .3263E-01    1.0569 .2989E-01 .4498E-02    0.0014 .1358E-05 .4397E-0
   21         0.00  0.000  0.047  0.3387    2.5695 .0000E+00 .3221E-01    1.0520 .2974E-01 .4482E-02    0.0015 .1371E-05 .5523E-0
   22         0.00  0.000  0.053  0.3246    2.3817 .0000E+00 .3180E-01    1.0463 .2958E-01 .4463E-02    0.0015 .1388E-05 .4443E-0
   23         0.00  0.000  0.053  0.3106    2.1927 .0000E+00 .3138E-01    1.0400 .2941E-01 .4443E-02    0.0015 .1401E-05 .4463E-0
   24         0.00  0.000  0.052  0.2968    1.9944 .0000E+00 .3094E-01    1.0332 .2921E-01 .4420E-02    0.0015 .1414E-05 .4484E-0
   25         0.54  0.000  0.052  0.3732    1.8364 .0000E+00 .3059E-01    1.0258 .2901E-01 .4395E-02    0.0015 .1426E-05 .4503E-0
   26  *      0.03  0.000  0.051  0.3644    2.1612 .0000E+00 .3131E-01    1.0192 .2882E-01 .4374E-02    0.0015 .1436E-05 .4518E-0
   27         0.01  0.000  0.053  0.3519    2.2977 .0000E+00 .3161E-01    1.0146 .2869E-01 .4358E-02    0.0007 .7201E-06 .3395E-0
   28         0.00  0.000  0.056  0.3374    2.0996 .0000E+00 .3117E-01    1.0104 .2857E-01 .4344E-02    0.0015 .1441E-05 .4528E-0
   29         0.00  0.000  0.066  0.3213    1.9209 .0000E+00 .3078E-01    1.0055 .2843E-01 .4328E-02    0.0015 .1444E-05 .5667E-0
   30         0.00  0.000  0.067  0.3051    1.7548 .0000E+00 .3041E-01    1.0000 .2828E-01 .4310E-02    0.0015 .1451E-05 .4541E-0
   31         0.26  0.000  0.082  0.3298    1.5872 .0000E+00 .3004E-01    0.9940 .2810E-01 .4290E-02    0.0008 .7287E-06 .3413E-0
   32         0.00  0.000  0.058  0.3152    1.4277 .0000E+00 .2969E-01    0.9875 .2792E-01 .4268E-02    0.0015 .1457E-05 .4553E-0
   33         0.00  0.000  0.063  0.2997    1.2727 .0000E+00 .2935E-01    0.9806 .2773E-01 .4245E-02    0.0015 .1461E-05 .4560E-0
   34  *      0.82  0.000  0.038  0.2982    1.1220 .0000E+00 .2901E-01    0.9735 .2753E-01 .4221E-02    0.0015 .1464E-05 .5707E-0
   35  *      0.00  0.000  0.035  0.2967    0.9703 .0000E+00 .2868E-01    0.9660 .2731E-01 .4196E-02    0.0015 .1471E-05 .4573E-0
   36         0.00  0.000  0.019  0.3275    0.8572 .0000E+00 .2843E-01    0.9584 .2710E-01 .4170E-02    0.0015 .1474E-05 .4578E-0
   37         0.00  0.000  0.021  0.3703    1.2324 .0000E+00 .2926E-01    0.9518 .2691E-01 .4148E-02    0.0008 .7390E-06 .3436E-0
   38  *      0.35  0.000  0.027  0.3683    2.3874 .0000E+00 .3181E-01    0.9497 .2685E-01 .4141E-02    0.0015 .1466E-05 .4566E-0
   39         0.00  0.000  0.041  0.3663    2.3558 .0000E+00 .3174E-01    0.9517 .2691E-01 .4148E-02    0.0015 .1451E-05 .4540E-0
   40         0.00  0.000  0.036  0.3732    2.2869 .0000E+00 .3159E-01    0.9533 .2696E-01 .4153E-02    0.0015 .1434E-05 .4515E-0
   41         0.00  0.000  0.041  0.3712    2.2714 .0000E+00 .3155E-01    0.9546 .2699E-01 .4158E-02    0.0015 .1420E-05 .4492E-0
   42  *      2.37  0.000  0.000  0.3696    2.3696 .0000E+00 .3177E-01    0.9558 .2703E-01 .4162E-02    0.0015 .1406E-05 .4470E-0
   43  *      0.82  0.000  0.027  0.3676    2.3515 .0000E+00 .3173E-01    0.9573 .2707E-01 .4167E-02    0.0015 .1393E-05 .4450E-0
   44  *      0.18  0.000  0.000  0.3656    2.3109 .0000E+00 .3164E-01    0.9585 .2710E-01 .4171E-02    0.0015 .1381E-05 .4431E-0
   45         0.00  0.000  0.042  0.3676    2.2528 .0000E+00 .3151E-01    0.9593 .2713E-01 .4174E-02    0.0015 .1371E-05 .4415E-0
   46         0.53  2.541  0.000  0.5010    4.3830 .0000E+00 .3622E-01    0.9646 .2727E-01 .4191E-02    0.0014 .1356E-05 .4389E-0
   47         0.00  0.542  0.000  0.4977    5.9656 .0000E+00 .3972E-01    0.9804 .2772E-01 .4244E-02    0.0014 .1326E-05 .4336E-0
   48         0.00  0.000  0.088  0.4809    5.7389 .0000E+00 .3922E-01    1.0001 .2828E-01 .4310E-02    0.0014 .1288E-05 .5336E-0
   49         0.26  0.031  0.076  0.4999    5.6156 .0000E+00 .3895E-01    1.0171 .2876E-01 .4367E-02    0.0014 .1243E-05 .4204E-0
   50         0.00  0.000  0.080  0.4800    5.7673 .0000E+00 .3928E-01    1.0326 .2920E-01 .4418E-02    0.0014 .1219E-05 .4164E-0
   51         0.00  0.000  0.066  0.4626    5.2705 .0000E+00 .3818E-01    1.0463 .2958E-01 .4463E-02    0.0014 .1201E-05 .4134E-0
   52         0.00  0.000  0.081  0.4430    4.8411 .0000E+00 .3724E-01    1.0561 .2986E-01 .4496E-02    0.0014 .1193E-05 .4120E-0
   53         0.05  0.000  0.072  0.4333    4.4708 .0000E+00 .3642E-01    1.0628 .3005E-01 .4518E-02    0.0007 .5961E-06 .3087E-0
   54         0.00  0.000  0.069  0.4158    4.1263 .0000E+00 .3566E-01    1.0669 .3017E-01 .4531E-02    0.0014 .1196E-05 .4125E-0
   55         0.16  0.000  0.059  0.4268    3.8399 .0000E+00 .3502E-01    1.0687 .3022E-01 .4537E-02    0.0014 .1204E-05 .5176E-0
   56         0.00  0.000  0.075  0.4085    3.7421 .0000E+00 .3481E-01    1.0692 .3023E-01 .4539E-02    0.0014 .1216E-05 .4160E-0
   57         0.00  0.000  0.091  0.3875    3.5095 .0000E+00 .3429E-01    1.0688 .3022E-01 .4537E-02    0.0007 .6130E-06 .3135E-0
   58         0.26  0.000  0.075  0.4127    3.2274 .0000E+00 .3367E-01    1.0669 .3017E-01 .4531E-02    0.0014 .1239E-05 .4200E-0
   59         0.66  0.041  0.092  0.4946    4.2526 .0000E+00 .3593E-01    1.0665 .3016E-01 .4530E-02    0.0014 .1251E-05 .4219E-0
   60         0.70  0.541  0.081  0.5010    5.9583 .0000E+00 .3971E-01    1.0735 .3035E-01 .4553E-02    0.0014 .1253E-05 .4219E-0
   61         0.00  0.000  0.071  0.4826    5.8102 .0000E+00 .3938E-01    1.0857 .3070E-01 .4593E-02    0.0014 .1244E-05 .4202E-0
   62         0.02  0.000  0.066  0.4686    5.3613 .0000E+00 .3839E-01    1.0953 .3097E-01 .4624E-02    0.0014 .1236E-05 .4190E-0
   63         0.00  0.000  0.070  0.4507    4.9633 .0000E+00 .3751E-01    1.1017 .3115E-01 .4645E-02    0.0014 .1235E-05 .4190E-0



   64         0.17  0.000  0.073  0.4606    4.6771 .0000E+00 .3687E-01    1.1056 .3126E-01 .4658E-02    0.0014 .1241E-05 .4200E-0
   65  *      0.38  0.000  0.043  0.4577    4.8178 .0000E+00 .3718E-01    1.1084 .3134E-01 .4667E-02    0.0014 .1249E-05 .4215E-0
   66         0.00  0.000  0.042  0.4548    4.7913 .0000E+00 .3713E-01    1.1114 .3142E-01 .4677E-02    0.0014 .1258E-05 .4229E-0
   67         0.00  0.000  0.050  0.4829    4.9499 .0000E+00 .3748E-01    1.1144 .3151E-01 .4686E-02    0.0014 .1266E-05 .4243E-0
   68         0.00  0.000  0.100  0.4598    5.2908 .0000E+00 .3823E-01    1.1185 .3162E-01 .4700E-02    0.0014 .1273E-05 .4255E-0
   69         0.06  0.000  0.063  0.4532    4.8072 .0000E+00 .3716E-01    1.1224 .3174E-01 .4712E-02    0.0014 .1282E-05 .5336E-0
   70         0.60  0.197  0.078  0.5010    5.3368 .0000E+00 .3833E-01    1.1254 .3182E-01 .4722E-02    0.0014 .1289E-05 .4283E-0
   71         0.37  0.364  0.081  0.4820    5.8048 .0000E+00 .3937E-01    1.1311 .3198E-01 .4741E-02    0.0014 .1293E-05 .4289E-0
   72         0.00  0.000  0.110  0.4573    5.2492 .0000E+00 .3814E-01    1.1367 .3214E-01 .4759E-02    0.0014 .1297E-05 .4296E-0
   73         0.00  0.000  0.090  0.4361    4.7279 .0000E+00 .3699E-01    1.1388 .3220E-01 .4766E-02    0.0014 .1308E-05 .4314E-0
   74  *      0.00  0.000  0.075  0.4176    4.3326 .0000E+00 .3611E-01    1.1380 .3218E-01 .4763E-02    0.0007 .6621E-06 .3254E-0
   75  *      0.33  0.000  0.036  0.4150    4.0416 .0000E+00 .3547E-01    1.1352 .3210E-01 .4754E-02    0.0014 .1338E-05 .4365E-0
   76         0.00  0.000  0.072  0.4427    3.8935 .0000E+00 .3514E-01    1.1313 .3199E-01 .4741E-02    0.0014 .1358E-05 .4397E-0
   77         0.00  0.000  0.096  0.4207    4.1814 .0000E+00 .3578E-01    1.1278 .3189E-01 .4730E-02    0.0015 .1376E-05 .5537E-0
   78         0.00  0.000  0.118  0.3952    3.8246 .0000E+00 .3499E-01    1.1248 .3180E-01 .4720E-02    0.0015 .1397E-05 .4459E-0
   79         0.00  0.000  0.136  0.3667    3.4756 .0000E+00 .3422E-01    1.1200 .3167E-01 .4705E-02    0.0015 .1416E-05 .4488E-0
   80         0.11  0.000  0.101  0.3627    3.1366 .0000E+00 .3347E-01    1.1137 .3149E-01 .4684E-02    0.0015 .1436E-05 .4519E-0
   81         0.00  0.000  0.136  0.3345    2.9053 .0000E+00 .3296E-01    1.1061 .3128E-01 .4659E-02    0.0015 .1456E-05 .4551E-0
   82         0.71  0.008  0.106  0.4283    2.7034 .0000E+00 .3251E-01    1.0979 .3104E-01 .4633E-02    0.0015 .1476E-05 .4582E-0
   83         0.01  0.000  0.092  0.4088    3.9004 .0000E+00 .3516E-01    1.0923 .3088E-01 .4614E-02    0.0015 .1489E-05 .4602E-0
   84         0.27  0.000  0.071  0.4361    3.8197 .0000E+00 .3498E-01    1.0912 .3085E-01 .4611E-02    0.0008 .7459E-06 .3455E-0
   85         0.00  0.000  0.086  0.4157    4.1582 .0000E+00 .3573E-01    1.0907 .3084E-01 .4609E-02    0.0015 .1493E-05 .5760E-0
   86         0.00  0.000  0.089  0.3951    3.8156 .0000E+00 .3497E-01    1.0907 .3084E-01 .4609E-02    0.0015 .1493E-05 .4608E-0
   87         0.07  0.000  0.077  0.3883    3.5316 .0000E+00 .3434E-01    1.0888 .3079E-01 .4603E-02    0.0008 .7485E-06 .3461E-0
   88         0.00  0.000  0.092  0.3673    3.2556 .0000E+00 .3373E-01    1.0854 .3069E-01 .4592E-02    0.0015 .1501E-05 .4621E-0
   89         0.00  0.000  0.102  0.3448    3.0005 .0000E+00 .3317E-01    1.0808 .3056E-01 .4577E-02    0.0015 .1508E-05 .5792E-0
   90         0.00  0.000  0.149  0.3146    2.7582 .0000E+00 .3263E-01    1.0752 .3040E-01 .4558E-02    0.0015 .1521E-05 .4650E-0
   91         0.07  0.000  0.119  0.3011    2.4723 .0000E+00 .3200E-01    1.0685 .3021E-01 .4536E-02    0.0015 .1531E-05 .4666E-0
   92         0.18  0.000  0.129  0.3044    2.1086 .0000E+00 .3119E-01    1.0605 .2999E-01 .4510E-02    0.0015 .1543E-05 .4683E-0
   93         0.00  0.000  0.157  0.2732    1.8269 .0000E+00 .3057E-01    1.0513 .2973E-01 .4480E-02    0.0016 .1556E-05 .4703E-0
   94         0.00  0.000  0.084  0.2542    1.6332 .0000E+00 .3014E-01    1.0414 .2945E-01 .4447E-02    0.0016 .1568E-05 .4721E-0
   95         0.00  0.000  0.108  0.2312    1.4144 .0000E+00 .2966E-01    1.0312 .2916E-01 .4413E-02    0.0016 .1580E-05 .4738E-0
   96         0.00  0.000  0.123  0.2059    1.0518 .0000E+00 .2886E-01    1.0202 .2885E-01 .4377E-02    0.0016 .1591E-05 .4755E-0
   97         0.00  0.000  0.140  0.1779    0.7410 .0000E+00 .2817E-01    1.0081 .2851E-01 .4337E-02    0.0016 .1603E-05 .4772E-0
   98         0.00  0.000  0.153  0.1500    0.2177 .0000E+00 .1370E-01    0.9816 .2775E-01 .4248E-02    0.0016 .1644E-05 .4833E-0
   99         0.13  0.000  0.091  0.1565    0.0000 .0000E+00 .0000E+00    0.9203 .2602E-01 .4042E-02    0.0017 .1758E-05 .4996E-0
  100         0.17  0.000  0.081  0.1714    0.0000 .0000E+00 .0000E+00    0.8421 .2381E-01 .3774E-02    0.0017 .1904E-05 .5199E-0
  101         0.19  0.000  0.068  0.1917    0.0000 .0000E+00 .0000E+00    0.7702 .2178E-01 .3523E-02    0.0018 .2025E-05 .5360E-0
  102         0.00  0.000  0.117  0.1722    0.0000 .0000E+00 .0000E+00    0.7044 .1992E-01 .3289E-02    0.0018 .2122E-05 .5486E-0
  103         0.00  0.000  0.152  0.1468    0.0000 .0000E+00 .0000E+00    0.6440 .1821E-01 .3070E-02    0.0018 .2196E-05 .5579E-0
  104         0.00  0.000  0.066  0.1357    0.0000 .0000E+00 .0000E+00    0.5886 .1664E-01 .2865E-02    0.0019 .2248E-05 .5645E-0
  105         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.5378 .1521E-01 .2673E-02    0.0019 .2282E-05 .5687E-0
  106         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.4913 .1389E-01 .2494E-02    0.0019 .2299E-05 .5707E-0
  107         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4487 .1269E-01 .2326E-02    0.0019 .2301E-05 .5709E-0
  108         0.20  0.000  0.023  0.1645    0.0000 .0000E+00 .0000E+00    0.4096 .1158E-01 .2169E-02    0.0019 .2291E-05 .5696E-0
  109         0.21  0.000  0.022  0.1958    0.0000 .0000E+00 .0000E+00    0.3738 .1057E-01 .2022E-02    0.0019 .2269E-05 .5670E-0
  110         0.00  0.000  0.030  0.1908    0.0000 .0000E+00 .0000E+00    0.3411 .9644E-02 .1885E-02    0.0019 .2239E-05 .5632E-0
  111         0.00  0.000  0.029  0.1860    0.0000 .0000E+00 .0000E+00    0.3111 .8796E-02 .1757E-02    0.0018 .2202E-05 .5584E-0
  112         0.00  0.000  0.027  0.1814    0.0000 .0000E+00 .0000E+00    0.2836 .8019E-02 .1637E-02    0.0018 .2158E-05 .5529E-0
  113         0.00  0.000  0.029  0.1766    0.0000 .0000E+00 .0000E+00    0.2585 .7309E-02 .1525E-02    0.0009 .1055E-05 .4117E-0
  114         0.00  0.000  0.027  0.1721    0.0000 .0000E+00 .0000E+00    0.2355 .6660E-02 .1421E-02    0.0018 .2061E-05 .5416E-0
  115         0.00  0.000  0.027  0.1676    0.0000 .0000E+00 .0000E+00    0.2145 .6066E-02 .1323E-02    0.0018 .2008E-05 .5345E-0
  116         0.00  0.000  0.026  0.1634    0.0000 .0000E+00 .0000E+00    0.1953 .5522E-02 .1231E-02    0.0017 .1953E-05 .5270E-0
  117         0.25  0.000  0.030  0.1999    0.0000 .0000E+00 .0000E+00    0.1778 .5026E-02 .1146E-02    0.0017 .1896E-05 .5193E-0
  118         0.01  0.000  0.029  0.1967    0.0000 .0000E+00 .0000E+00    0.1617 .4572E-02 .1066E-02    0.0017 .1824E-05 .6372E-0
  119         0.41  0.000  0.031  0.2599    0.0000 .0000E+00 .0000E+00    0.1471 .4158E-02 .9917E-03    0.0017 .1773E-05 .5011E-0
  120         0.11  0.000  0.173  0.2494    0.0000 .0000E+00 .0000E+00    0.1337 .3780E-02 .9221E-03    0.0016 .1714E-05 .4928E-0
  121         0.49  0.000  0.193  0.2990    0.0000 .0000E+00 .0000E+00    0.1215 .3434E-02 .8571E-03    0.0008 .8408E-06 .3647E-0
  122         0.43  0.000  0.186  0.3351    0.3337 .0000E+00 .2727E-01    0.1374 .3884E-02 .9403E-03    0.0016 .1550E-05 .4676E-0
  123         0.00  0.000  0.169  0.3021    1.2662 .0000E+00 .2933E-01    0.1978 .5592E-02 .1242E-02    0.0014 .1331E-05 .4304E-0
  124         0.00  0.000  0.210  0.2623    1.0847 .0000E+00 .2893E-01    0.2559 .7235E-02 .1513E-02    0.0013 .1107E-05 .3927E-0
  125         0.00  0.000  0.177  0.2280    0.8942 .0000E+00 .2851E-01    0.3079 .8707E-02 .1743E-02    0.0012 .9301E-06 .4489E-0
  126         0.00  0.000  0.254  0.1810    0.7166 .0000E+00 .2812E-01    0.3545 .1002E-01 .1942E-02    0.0011 .7599E-06 .3285E-0
  127         0.11  0.000  0.211  0.1619    0.2706 .0000E+00 .1379E-01    0.3823 .1081E-01 .2058E-02    0.0010 .6890E-06 .3128E-0
  128         0.00  0.000  0.088  0.1473    0.0000 .0000E+00 .0000E+00    0.3710 .1049E-01 .2011E-02    0.0010 .6933E-06 .3138E-0
  129         0.00  0.000  0.060  0.1372    0.0000 .0000E+00 .0000E+00    0.3385 .9570E-02 .1874E-02    0.0011 .7360E-06 .3232E-0
  130         0.00  0.000  0.011  0.1354    0.0000 .0000E+00 .0000E+00    0.3087 .8729E-02 .1747E-02    0.0011 .7724E-06 .3311E-0
  131         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.2815 .7958E-02 .1628E-02    0.0011 .8029E-06 .3376E-0
  132         0.28  0.000  0.026  0.1774    0.0000 .0000E+00 .0000E+00    0.2565 .7253E-02 .1516E-02    0.0011 .8278E-06 .3427E-0
  133         0.00  0.000  0.030  0.1725    0.0000 .0000E+00 .0000E+00    0.2337 .6608E-02 .1412E-02    0.0011 .8474E-06 .3467E-0
  134         0.13  0.000  0.038  0.1878    0.0000 .0000E+00 .0000E+00    0.2129 .6019E-02 .1315E-02    0.0012 .8620E-06 .3497E-0
  135         0.00  0.000  0.034  0.1822    0.0000 .0000E+00 .0000E+00    0.1938 .5480E-02 .1224E-02    0.0006 .4360E-06 .2645E-0
  136         0.77  0.010  0.038  0.3025    0.0000 .0000E+00 .0000E+00    0.1764 .4987E-02 .1139E-02    0.0012 .8715E-06 .3526E-0
  137         0.00  0.000  0.201  0.2690    0.0000 .0000E+00 .0000E+00    0.1604 .4537E-02 .1060E-02    0.0012 .8751E-06 .3533E-0
  138         0.20  0.000  0.213  0.2657    0.0008 .0000E+00 .6635E-02    0.1525 .4312E-02 .1020E-02    0.0012 .8651E-06 .3508E-0
  139         0.00  0.000  0.245  0.2250    0.0005 .0000E+00 .0000E+00    0.1493 .4221E-02 .1003E-02    0.0011 .8413E-06 .3456E-0
  140         0.03  0.000  0.181  0.1998    0.0000 .0000E+00 .0000E+00    0.1357 .3837E-02 .9328E-03    0.0011 .8260E-06 .4294E-0
  141         0.00  0.000  0.155  0.1740    0.0000 .0000E+00 .0000E+00    0.1233 .3487E-02 .8671E-03    0.0011 .8306E-06 .3432E-0
  142         0.44  0.000  0.095  0.2314    0.0000 .0000E+00 .0000E+00    0.1120 .3167E-02 .8058E-03    0.0011 .8245E-06 .3420E-0
  143         0.00  0.000  0.203  0.1975    0.0000 .0000E+00 .0000E+00    0.1017 .2875E-02 .7486E-03    0.0011 .8164E-06 .3403E-0
  144         0.00  0.000  0.075  0.1850    0.0000 .0000E+00 .0000E+00    0.0923 .2609E-02 .6952E-03    0.0011 .8066E-06 .3382E-0
  145         0.00  0.000  0.065  0.1741    0.0000 .0000E+00 .0000E+00    0.0837 .2366E-02 .6454E-03    0.0011 .7953E-06 .3359E-0
  146         0.00  0.000  0.061  0.1640    0.0000 .0000E+00 .0000E+00    0.0759 .2145E-02 .5989E-03    0.0011 .7828E-06 .3332E-0
  147         0.00  0.000  0.051  0.1555    0.0000 .0000E+00 .0000E+00    0.0687 .1944E-02 .5556E-03    0.0011 .7693E-06 .3303E-0
  148         0.00  0.000  0.053  0.1466    0.0000 .0000E+00 .0000E+00    0.0622 .1760E-02 .5152E-03    0.0011 .7549E-06 .3272E-0
  149         0.99  0.026  0.056  0.2980    0.0000 .0000E+00 .0000E+00    0.0563 .1593E-02 .4776E-03    0.0011 .7398E-06 .3239E-0
  150         0.00  0.000  0.247  0.2566    0.0045 .0000E+00 .1895E-02    0.0529 .1494E-02 .4549E-03    0.0005 .3593E-06 .2401E-0
  151         0.00  0.000  0.276  0.2106    0.0000 .0000E+00 .0000E+00    0.0508 .1437E-02 .4416E-03    0.0010 .6962E-06 .3931E-0
  152         0.00  0.000  0.223  0.1734    0.0000 .0000E+00 .0000E+00    0.0460 .1299E-02 .4089E-03    0.0005 .3436E-06 .2336E-0
  153         0.00  0.000  0.228  0.1355    0.0000 .0000E+00 .0000E+00    0.0415 .1174E-02 .3786E-03    0.0010 .6673E-06 .3080E-0
  154         0.00  0.000  0.003  0.1350    0.0000 .0000E+00 .0000E+00    0.0375 .1060E-02 .3503E-03    0.0010 .6524E-06 .3046E-0
  155         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0338 .9567E-03 .3240E-03    0.0010 .6373E-06 .3010E-0
  156         0.46  0.000  0.038  0.2053    0.0000 .0000E+00 .0000E+00    0.0305 .8628E-03 .2995E-03    0.0010 .6221E-06 .2974E-0
  157         0.00  0.000  0.065  0.1944    0.0000 .0000E+00 .0000E+00    0.0275 .7776E-03 .2767E-03    0.0010 .6069E-06 .2937E-0
  158         0.24  0.000  0.076  0.2218    0.0000 .0000E+00 .0000E+00    0.0248 .7003E-03 .2555E-03    0.0010 .5917E-06 .2900E-0
  159         0.00  0.000  0.293  0.1730    0.0000 .0000E+00 .0000E+00    0.0223 .6303E-03 .2359E-03    0.0009 .5766E-06 .2863E-0



  160         0.00  0.000  0.084  0.1590    0.0000 .0000E+00 .0000E+00    0.0200 .5668E-03 .2176E-03    0.0009 .5617E-06 .2825E-0
  161         0.00  0.000  0.084  0.1450    0.0000 .0000E+00 .0000E+00    0.0180 .5094E-03 .2006E-03    0.0009 .5469E-06 .2788E-0
  162         0.04  0.000  0.064  0.1410    0.0000 .0000E+00 .0000E+00    0.0162 .4574E-03 .1848E-03    0.0009 .5324E-06 .2750E-0
  163         0.00  0.000  0.019  0.1379    0.0000 .0000E+00 .0000E+00    0.0145 .4104E-03 .1702E-03    0.0009 .5180E-06 .2713E-0
  164         0.00  0.000  0.013  0.1357    0.0000 .0000E+00 .0000E+00    0.0130 .3679E-03 .1566E-03    0.0009 .5040E-06 .3338E-0
  165         0.23  0.000  0.042  0.1671    0.0000 .0000E+00 .0000E+00    0.0117 .3295E-03 .1440E-03    0.0009 .4874E-06 .2630E-0
  166         0.08  0.000  0.036  0.1744    0.0000 .0000E+00 .0000E+00    0.0104 .2948E-03 .1324E-03    0.0009 .4740E-06 .2593E-0
  167         0.00  0.000  0.051  0.1659    0.0000 .0000E+00 .0000E+00    0.0093 .2636E-03 .1216E-03    0.0008 .4609E-06 .2557E-0
  168         0.00  0.000  0.061  0.1558    0.0000 .0000E+00 .0000E+00    0.0083 .2354E-03 .1115E-03    0.0008 .4481E-06 .2522E-0
  169         0.00  0.000  0.075  0.1434    0.0000 .0000E+00 .0000E+00    0.0074 .2101E-03 .1023E-03    0.0008 .4356E-06 .2486E-0
  170         0.00  0.000  0.049  0.1353    0.0000 .0000E+00 .0000E+00    0.0066 .1872E-03 .9372E-04    0.0004 .2117E-06 .1843E-0
  171         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0059 .1667E-03 .8580E-04    0.0008 .4142E-06 .2425E-0
  172         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0052 .1483E-03 .7849E-04    0.0008 .4026E-06 .2391E-0
  173         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0047 .1317E-03 .7173E-04    0.0008 .3898E-06 .2942E-0
  174         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0041 .1169E-03 .6550E-04    0.0004 .1906E-06 .1741E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0037 .1035E-03 .5975E-04    0.0008 .3699E-06 .2292E-0
  176         0.02  0.000  0.016  0.1356    0.0000 .0000E+00 .0000E+00    0.0032 .9164E-04 .5445E-04    0.0007 .3597E-06 .2260E-0
  177         0.00  0.000  0.002  0.1353    0.0000 .0000E+00 .0000E+00    0.0029 .8098E-04 .4957E-04    0.0007 .3497E-06 .2229E-0
  178         0.01  0.000  0.011  0.1351    0.0000 .0000E+00 .0000E+00    0.0025 .7147E-04 .4508E-04    0.0007 .3401E-06 .2198E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0022 .6298E-04 .4095E-04    0.0007 .3295E-06 .2704E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0020 .5541E-04 .3715E-04    0.0004 .1611E-06 .1601E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0017 .4867E-04 .3367E-04    0.0007 .3129E-06 .2108E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0015 .4268E-04 .3047E-04    0.0007 .3045E-06 .2079E-0
  183         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0013 .3736E-04 .2754E-04    0.0007 .2962E-06 .2051E-0
  184         0.11  0.000  0.031  0.1481    0.0000 .0000E+00 .0000E+00    0.0012 .3264E-04 .2486E-04    0.0007 .2883E-06 .2525E-0
  185         0.00  0.000  0.035  0.1423    0.0000 .0000E+00 .0000E+00    0.0010 .2847E-04 .2241E-04    0.0007 .2788E-06 .1989E-0
  186         0.00  0.000  0.035  0.1366    0.0000 .0000E+00 .0000E+00    0.0009 .2477E-04 .2016E-04    0.0006 .2714E-06 .1963E-0
  187         0.00  0.000  0.008  0.1352    0.0000 .0000E+00 .0000E+00    0.0008 .2151E-04 .1808E-04    0.0003 .1331E-06 .1455E-0
  188         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0007 .1864E-04 .1623E-04    0.0006 .2589E-06 .1918E-0
  189         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0006 .1611E-04 .1453E-04    0.0006 .2522E-06 .1893E-0
  190         0.49  0.000  0.042  0.2096    0.0000 .0000E+00 .0000E+00    0.0005 .1390E-04 .1298E-04    0.0006 .2457E-06 .1868E-0
  191         0.99  0.063  0.220  0.3273    0.0000 .0000E+00 .0000E+00    0.0004 .1195E-04 .1158E-04    0.0006 .2385E-06 .2301E-0
  192         2.28  0.989  0.218  0.5010    2.2020 .0000E+00 .3140E-01    0.0315 .8902E-03 .2840E-03    0.0005 .1679E-06 .1544E-0
  193         0.01  0.000  0.225  0.4586    5.6390 .0000E+00 .3900E-01    0.1174 .3321E-02 .8316E-03    0.0002 .3429E-07 .7405E-0
  194         0.00  0.000  0.289  0.4044    4.5891 .0000E+00 .3668E-01    0.2057 .5816E-02 .1280E-02    0.0003 .3678E-07 .6528E-0
  195         0.00  0.000  0.274  0.3529    3.7288 .0000E+00 .3478E-01    0.2807 .7938E-02 .1624E-02    0.0001 .8815E-08 .2949E-0
  196         0.00  0.000  0.248  0.3060    2.9587 .0000E+00 .3307E-01    0.3446 .9744E-02 .1900E-02    0.0000 .8555E-09 .5516E-0
  197         0.00  0.000  0.264  0.2567    2.2256 .0000E+00 .3145E-01    0.3988 .1127E-01 .2125E-02    0.0000 .0000E+00 .0000E+0
  198         0.00  0.000  0.276  0.2059    1.3891 .0000E+00 .2960E-01    0.4439 .1255E-01 .2307E-02    0.0000 .0000E+00 .0000E+0
  199         0.00  0.000  0.289  0.1542    0.4889 .0000E+00 .2093E-01    0.4736 .1339E-01 .2425E-02    0.0000 .0000E+00 .0000E+0
  200         0.00  0.000  0.115  0.1350    0.0000 .0000E+00 .0000E+00    0.4662 .1318E-01 .2395E-02    0.0000 .0000E+00 .0000E+0
  201         0.13  0.000  0.063  0.1462    0.0000 .0000E+00 .0000E+00    0.4256 .1203E-01 .2234E-02    0.0000 .0000E+00 .0000E+0
  202         0.00  0.000  0.047  0.1384    0.0000 .0000E+00 .0000E+00    0.3885 .1099E-01 .2083E-02    0.0000 .0000E+00 .0000E+0
  203         0.00  0.000  0.015  0.1359    0.0000 .0000E+00 .0000E+00    0.3545 .1002E-01 .1942E-02    0.0000 .1399E-08 .1426E-0
  204         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.3234 .9144E-02 .1810E-02    0.0001 .6265E-08 .2999E-0
  205         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.2949 .8338E-02 .1687E-02    0.0001 .1382E-07 .4446E-0
  206         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2688 .7601E-02 .1572E-02    0.0001 .1167E-07 .4315E-0
  207         0.06  0.000  0.025  0.1409    0.0000 .0000E+00 .0000E+00    0.2450 .6926E-02 .1464E-02    0.0002 .3022E-07 .6688E-0
  208         1.79  0.278  0.169  0.3648    0.0000 .0000E+00 .0000E+00    0.2231 .6309E-02 .1363E-02    0.0002 .4169E-07 .7824E-0
  209         0.00  0.000  0.299  0.3112    1.1078 .0000E+00 .2235E-01    0.2254 .6373E-02 .1373E-02    0.0003 .4608E-07 .1012E-0
  210         0.00  0.000  0.221  0.2693    1.7297 .0000E+00 .3036E-01    0.2713 .7671E-02 .1582E-02    0.0002 .2624E-07 .6119E-0
  211         0.00  0.000  0.271  0.2191    1.3899 .0000E+00 .2960E-01    0.3255 .9202E-02 .1819E-02    0.0001 .1088E-07 .3947E-0
  212         0.00  0.000  0.297  0.1649    0.6500 .0000E+00 .2797E-01    0.3722 .1052E-01 .2016E-02    0.0001 .3473E-08 .2240E-0
  213         0.00  0.000  0.180  0.1350    0.0352 .0000E+00 .0000E+00    0.3845 .1087E-01 .2067E-02    0.0001 .2841E-08 .2028E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3509 .9921E-02 .1927E-02    0.0001 .9599E-08 .3711E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3200 .9049E-02 .1796E-02    0.0002 .1932E-07 .5256E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2918 .8252E-02 .1673E-02    0.0002 .3118E-07 .6671E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2660 .7522E-02 .1559E-02    0.0001 .2225E-07 .5961E-0
  218         0.84  0.007  0.120  0.2539    0.0000 .0000E+00 .0000E+00    0.2424 .6854E-02 .1452E-02    0.0003 .5361E-07 .1115E-0
  219         0.00  0.000  0.231  0.2154    0.0000 .0000E+00 .0000E+00    0.2208 .6243E-02 .1352E-02    0.0003 .7333E-07 .1022E-0
  220         0.00  0.000  0.172  0.1868    0.0000 .0000E+00 .0000E+00    0.2011 .5685E-02 .1259E-02    0.0004 .8802E-07 .1119E-0
  221         0.00  0.000  0.165  0.1594    0.0000 .0000E+00 .0000E+00    0.1830 .5174E-02 .1172E-02    0.0004 .1025E-06 .1207E-0
  222         0.00  0.000  0.129  0.1378    0.0000 .0000E+00 .0000E+00    0.1665 .4708E-02 .1090E-02    0.0004 .1164E-06 .1287E-0
  223         0.00  0.000  0.016  0.1351    0.0000 .0000E+00 .0000E+00    0.1514 .4282E-02 .1014E-02    0.0004 .1297E-06 .1358E-0
  224         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1377 .3893E-02 .9431E-03    0.0005 .1423E-06 .1422E-0
  225         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1251 .3537E-02 .8767E-03    0.0005 .1540E-06 .1479E-0
  226         0.06  0.000  0.033  0.1395    0.0000 .0000E+00 .0000E+00    0.1136 .3213E-02 .8148E-03    0.0003 .8237E-07 .1149E-0
  227         0.00  0.000  0.011  0.1376    0.0000 .0000E+00 .0000E+00    0.1032 .2917E-02 .7569E-03    0.0005 .1705E-06 .1564E-0
  228         0.15  0.000  0.071  0.1509    0.0000 .0000E+00 .0000E+00    0.0936 .2647E-02 .7030E-03    0.0005 .1797E-06 .2007E-0
  229         0.00  0.000  0.057  0.1414    0.0000 .0000E+00 .0000E+00    0.0849 .2401E-02 .6527E-03    0.0005 .1913E-06 .1649E-0
  230         0.00  0.000  0.026  0.1370    0.0000 .0000E+00 .0000E+00    0.0770 .2177E-02 .6057E-03    0.0006 .1983E-06 .1678E-0
  231         0.00  0.000  0.009  0.1355    0.0000 .0000E+00 .0000E+00    0.0698 .1973E-02 .5619E-03    0.0003 .1022E-06 .1280E-0
  232         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0632 .1787E-02 .5211E-03    0.0006 .2071E-06 .1720E-0
  233         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0572 .1617E-02 .4830E-03    0.0006 .2118E-06 .1739E-0
  234         0.68  0.000  0.117  0.2288    0.0000 .0000E+00 .0000E+00    0.0517 .1463E-02 .4476E-03    0.0006 .2157E-06 .1755E-0
  235         0.00  0.000  0.175  0.1997    0.0000 .0000E+00 .0000E+00    0.0468 .1323E-02 .4146E-03    0.0006 .2188E-06 .1767E-0
  236         1.12  0.068  0.164  0.3478    0.0000 .0000E+00 .0000E+00    0.0423 .1195E-02 .3838E-03    0.0006 .2213E-06 .1777E-0
  237         0.00  0.000  0.234  0.3041    1.0132 .0000E+00 .2877E-01    0.0667 .1887E-02 .5387E-03    0.0006 .1959E-06 .1648E-0
  238         0.13  0.000  0.223  0.2837    1.0979 .0000E+00 .2896E-01    0.1353 .3827E-02 .9294E-03    0.0005 .1296E-06 .1603E-0
  239         0.00  0.000  0.197  0.2462    0.9082 .0000E+00 .2854E-01    0.1978 .5594E-02 .1243E-02    0.0003 .5574E-07 .8908E-0
  240         0.33  0.000  0.163  0.2693    0.7488 .0000E+00 .2819E-01    0.2539 .7179E-02 .1504E-02    0.0001 .1416E-07 .4779E-0
  241         0.00  0.000  0.235  0.2254    0.5932 .0000E+00 .2784E-01    0.3043 .8604E-02 .1728E-02    0.0002 .1864E-07 .4835E-0
  242         0.00  0.000  0.235  0.1817    0.4063 .0000E+00 .2743E-01    0.3494 .9880E-02 .1921E-02    0.0001 .7763E-08 .3048E-0
  243         0.00  0.000  0.171  0.1510    0.1180 .0000E+00 .1352E-01    0.3763 .1064E-01 .2033E-02    0.0001 .3216E-08 .2472E-0
  244         0.00  0.000  0.096  0.1350    0.0000 .0000E+00 .0000E+00    0.3650 .1032E-01 .1986E-02    0.0001 .4502E-08 .2547E-0
  245         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3330 .9416E-02 .1851E-02    0.0001 .1204E-07 .4154E-0
  246         1.03  0.032  0.129  0.2797    0.0000 .0000E+00 .0000E+00    0.3037 .8587E-02 .1725E-02    0.0001 .1108E-07 .4203E-0
  247         0.06  0.000  0.145  0.2655    0.0000 .0000E+00 .0000E+00    0.2769 .7829E-02 .1608E-02    0.0002 .2971E-07 .8402E-0
  248         0.00  0.000  0.195  0.2331    0.0000 .0000E+00 .0000E+00    0.2523 .7135E-02 .1497E-02    0.0003 .4731E-07 .8210E-0
  249         0.00  0.000  0.169  0.2049    0.0000 .0000E+00 .0000E+00    0.2299 .6500E-02 .1395E-02    0.0002 .3047E-07 .6994E-0
  250         0.00  0.000  0.164  0.1775    0.0000 .0000E+00 .0000E+00    0.2094 .5920E-02 .1298E-02    0.0003 .7011E-07 .1010E-0
  251         0.00  0.000  0.168  0.1495    0.0000 .0000E+00 .0000E+00    0.1906 .5389E-02 .1209E-02    0.0004 .8422E-07 .1105E-0
  252         0.21  0.000  0.154  0.1588    0.0000 .0000E+00 .0000E+00    0.1734 .4904E-02 .1125E-02    0.0004 .9812E-07 .1191E-0
  253         0.00  0.000  0.101  0.1421    0.0000 .0000E+00 .0000E+00    0.1578 .4461E-02 .1046E-02    0.0004 .1116E-06 .1269E-0
  254         0.00  0.000  0.032  0.1368    0.0000 .0000E+00 .0000E+00    0.1435 .4056E-02 .9732E-03    0.0004 .1244E-06 .1339E-0
  255         0.01  0.000  0.015  0.1359    0.0000 .0000E+00 .0000E+00    0.1304 .3687E-02 .9048E-03    0.0005 .1365E-06 .1402E-0



  256         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.1185 .3349E-02 .8410E-03    0.0005 .1478E-06 .1457E-0
  257         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1076 .3042E-02 .7814E-03    0.0005 .1579E-06 .1886E-0
  258         0.49  0.000  0.089  0.2019    0.0000 .0000E+00 .0000E+00    0.0976 .2761E-02 .7258E-03    0.0005 .1716E-06 .1561E-0
  259         0.04  0.000  0.125  0.1877    0.0000 .0000E+00 .0000E+00    0.0886 .2505E-02 .6740E-03    0.0005 .1799E-06 .1599E-0
  260         0.00  0.000  0.131  0.1659    0.0000 .0000E+00 .0000E+00    0.0803 .2271E-02 .6256E-03    0.0003 .9413E-07 .1225E-0
  261         0.00  0.000  0.131  0.1441    0.0000 .0000E+00 .0000E+00    0.0728 .2059E-02 .5804E-03    0.0005 .1909E-06 .1652E-0
  262         0.00  0.000  0.049  0.1359    0.0000 .0000E+00 .0000E+00    0.0660 .1865E-02 .5384E-03    0.0006 .1969E-06 .1677E-0
  263         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.0597 .1688E-02 .4991E-03    0.0006 .2020E-06 .2123E-0
  264         0.02  0.000  0.018  0.1353    0.0000 .0000E+00 .0000E+00    0.0540 .1528E-02 .4626E-03    0.0006 .2084E-06 .1721E-0
  265         0.24  0.000  0.051  0.1667    0.0000 .0000E+00 .0000E+00    0.0489 .1382E-02 .4285E-03    0.0003 .1059E-06 .1303E-0
  266         0.81  0.015  0.074  0.2868    0.0000 .0000E+00 .0000E+00    0.0442 .1249E-02 .3968E-03    0.0006 .2128E-06 .1742E-0
  267         0.04  0.000  0.102  0.2766    0.0000 .0000E+00 .0000E+00    0.0399 .1128E-02 .3673E-03    0.0006 .2151E-06 .1751E-0
  268         0.00  0.000  0.095  0.2608    0.0000 .0000E+00 .0000E+00    0.0360 .1019E-02 .3398E-03    0.0006 .2167E-06 .1758E-0
  269         0.00  0.000  0.086  0.2464    0.0000 .0000E+00 .0000E+00    0.0325 .9190E-03 .3142E-03    0.0006 .2178E-06 .1762E-0
  270         0.00  0.000  0.088  0.2317    0.0001 .0000E+00 .0000E+00    0.0293 .8285E-03 .2904E-03    0.0006 .2184E-06 .1764E-0
  271         0.91  0.020  0.088  0.3653    0.0000 .0000E+00 .0000E+00    0.0264 .7465E-03 .2683E-03    0.0006 .2178E-06 .2203E-0
  272         0.54  0.010  0.092  0.4330    2.5603 .0000E+00 .3219E-01    0.0557 .1575E-02 .4657E-03    0.0005 .1686E-06 .1548E-0
  273         0.00  0.000  0.086  0.4128    3.9584 .0000E+00 .3528E-01    0.1371 .3876E-02 .9376E-03    0.0004 .8004E-07 .1067E-0
  274         0.00  0.000  0.079  0.3940    3.6705 .0000E+00 .3465E-01    0.2156 .6097E-02 .1327E-02    0.0002 .3257E-07 .6813E-0
  275         0.00  0.000  0.067  0.3772    3.3998 .0000E+00 .3405E-01    0.2858 .8082E-02 .1647E-02    0.0001 .9877E-08 .3760E-0
  276         0.21  0.000  0.072  0.3945    3.1606 .0000E+00 .3352E-01    0.3486 .9856E-02 .1917E-02    0.0000 .1138E-08 .1287E-0
  277         0.00  0.000  0.070  0.3774    2.9896 .0000E+00 .3314E-01    0.4048 .1144E-01 .2149E-02    0.0000 .0000E+00 .0000E+0
  278         0.00  0.000  0.066  0.3609    2.8317 .0000E+00 .3279E-01    0.4553 .1287E-01 .2352E-02    0.0000 .0000E+00 .0000E+0
  279         0.00  0.000  0.069  0.3439    2.6261 .0000E+00 .3234E-01    0.5005 .1415E-01 .2530E-02    0.0000 .0000E+00 .0000E+0
  280         0.00  0.000  0.074  0.3263    2.4195 .0000E+00 .3188E-01    0.5408 .1529E-01 .2684E-02    0.0000 .0000E+00 .0000E+0
  281         0.00  0.000  0.094  0.3054    2.2066 .0000E+00 .3141E-01    0.5765 .1630E-01 .2820E-02    0.0000 .0000E+00 .0000E+0
  282         0.00  0.000  0.070  0.2885    1.9875 .0000E+00 .3093E-01    0.6081 .1719E-01 .2937E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.059  0.2735    1.8206 .0000E+00 .3056E-01    0.6358 .1798E-01 .3040E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.054  0.2595    1.6572 .0000E+00 .3020E-01    0.6603 .1867E-01 .3129E-02    0.0000 .0000E+00 .0000E+0
  285         0.73  0.003  0.073  0.3634    1.4980 .0000E+00 .2984E-01    0.6818 .1928E-01 .3207E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.074  0.3461    1.6025 .0000E+00 .3008E-01    0.7012 .1983E-01 .3277E-02    0.0000 .0000E+00 .0000E+0
  287         0.00  0.000  0.071  0.3292    1.7695 .0000E+00 .3044E-01    0.7197 .2035E-01 .3344E-02    0.0000 .0000E+00 .0000E+0
  288         0.00  0.000  0.065  0.3133    1.6563 .0000E+00 .3019E-01    0.7370 .2084E-01 .3406E-02    0.0000 .0000E+00 .0000E+0
  289         0.00  0.000  0.061  0.2982    1.4920 .0000E+00 .2983E-01    0.7521 .2127E-01 .3459E-02    0.0000 .0000E+00 .0000E+0
  290         0.00  0.000  0.078  0.2803    1.3279 .0000E+00 .2947E-01    0.7651 .2163E-01 .3505E-02    0.0000 .0000E+00 .0000E+0
  291         0.00  0.000  0.081  0.2620    1.1608 .0000E+00 .2910E-01    0.7760 .2194E-01 .3544E-02    0.0000 .0000E+00 .0000E+0
  292         0.92  0.025  0.076  0.3938    0.9917 .0000E+00 .2872E-01    0.7850 .2220E-01 .3575E-02    0.0000 .0000E+00 .0000E+0
  293         0.38  0.000  0.084  0.4376    3.1429 .0000E+00 .3348E-01    0.7974 .2255E-01 .3619E-02    0.0000 .0000E+00 .0000E+0
  294         0.00  0.000  0.076  0.4189    4.1684 .0000E+00 .3575E-01    0.8187 .2315E-01 .3693E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.076  0.4004    3.8338 .0000E+00 .3501E-01    0.8412 .2378E-01 .3771E-02    0.0000 .0000E+00 .0000E+0
  296         0.00  0.000  0.070  0.3829    3.5614 .0000E+00 .3441E-01    0.8600 .2432E-01 .3836E-02    0.0000 .0000E+00 .0000E+0
  297         0.00  0.000  0.063  0.3668    3.3019 .0000E+00 .3383E-01    0.8757 .2476E-01 .3890E-02    0.0000 .0000E+00 .0000E+0
  298         1.14  0.235  0.066  0.5010    3.8081 .0000E+00 .3495E-01    0.8903 .2517E-01 .3940E-02    0.0000 .0000E+00 .0000E+0
  299         0.21  0.100  0.071  0.5010    6.0000 .0000E+00 .3980E-01    0.9103 .2574E-01 .4008E-02    0.0000 .0000E+00 .0000E+0
  300         0.00  0.000  0.039  0.4879    5.8643 .0000E+00 .3950E-01    0.9362 .2647E-01 .4096E-02    0.0000 .0000E+00 .0000E+0
  301         0.25  0.074  0.058  0.5010    5.7907 .0000E+00 .3934E-01    0.9593 .2712E-01 .4173E-02    0.0000 .0000E+00 .0000E+0
  302         0.00  0.000  0.061  0.4843    5.8276 .0000E+00 .3942E-01    0.9803 .2772E-01 .4244E-02    0.0000 .0000E+00 .0000E+0
  303         0.06  0.000  0.050  0.4795    5.5219 .0000E+00 .3874E-01    0.9990 .2825E-01 .4306E-02    0.0000 .0000E+00 .0000E+0
  304         0.63  0.401  0.060  0.5010    5.7793 .0000E+00 .3931E-01    1.0157 .2872E-01 .4362E-02    0.0000 .0000E+00 .0000E+0
  305         0.06  0.044  0.059  0.4872    5.8581 .0000E+00 .3948E-01    1.0321 .2918E-01 .4416E-02    0.0000 .0000E+00 .0000E+0
  306         0.52  0.335  0.063  0.5010    5.8491 .0000E+00 .3946E-01    1.0474 .2962E-01 .4467E-02    0.0000 .0000E+00 .0000E+0
  307         0.04  0.025  0.056  0.4876    5.8622 .0000E+00 .3949E-01    1.0614 .3001E-01 .4513E-02    0.0000 .0000E+00 .0000E+0
  308  *      0.55  0.000  0.034  0.4844    5.6088 .0000E+00 .3893E-01    1.0738 .3036E-01 .4554E-02    0.0000 .0000E+00 .0000E+0
  309         0.00  0.351  0.006  0.5010    5.8417 .0000E+00 .3945E-01    1.0848 .3067E-01 .4590E-02    0.0000 .1279E-09 .4165E-0
  310         0.13  0.114  0.058  0.4874    5.8598 .0000E+00 .3949E-01    1.0957 .3098E-01 .4626E-02    0.0000 .1434E-08 .1456E-0
  311         0.37  0.187  0.062  0.5010    5.8269 .0000E+00 .3942E-01    1.1058 .3127E-01 .4658E-02    0.0001 .4375E-08 .2532E-0
  312         0.08  0.065  0.069  0.4855    5.8405 .0000E+00 .3945E-01    1.1149 .3152E-01 .4688E-02    0.0001 .9139E-08 .3650E-0
  313         0.00  0.000  0.057  0.4696    5.4252 .0000E+00 .3853E-01    1.1224 .3174E-01 .4712E-02    0.0002 .1599E-07 .4821E-0
  314         0.00  0.000  0.052  0.4547    5.0216 .0000E+00 .3763E-01    1.1269 .3186E-01 .4727E-02    0.0002 .2544E-07 .6080E-0
  315         0.00  0.000  0.065  0.4378    4.6830 .0000E+00 .3689E-01    1.1289 .3192E-01 .4734E-02    0.0002 .3791E-07 .7417E-0
  316         0.00  0.000  0.046  0.4241    4.3599 .0000E+00 .3617E-01    1.1288 .3192E-01 .4733E-02    0.0003 .5358E-07 .8811E-0
  317         0.00  0.000  0.050  0.4099    4.0674 .0000E+00 .3552E-01    1.1269 .3186E-01 .4727E-02    0.0003 .7252E-07 .1024E-0
  318         0.00  0.000  0.057  0.3946    3.8035 .0000E+00 .3494E-01    1.1235 .3177E-01 .4716E-02    0.0004 .9471E-07 .1170E-0
  319         0.00  0.000  0.067  0.3777    3.5516 .0000E+00 .3438E-01    1.1190 .3164E-01 .4701E-02    0.0004 .1200E-06 .1316E-0
  320         0.04  0.000  0.071  0.3669    3.2982 .0000E+00 .3382E-01    1.1133 .3148E-01 .4683E-02    0.0005 .1484E-06 .1462E-0
  321         0.06  0.000  0.061  0.3612    3.0620 .0000E+00 .3330E-01    1.1067 .3129E-01 .4661E-02    0.0005 .1795E-06 .1608E-0
  322         0.16  0.000  0.052  0.3738    2.8609 .0000E+00 .3286E-01    1.0994 .3108E-01 .4637E-02    0.0006 .2131E-06 .1751E-0
  323         0.00  0.000  0.040  0.3616    2.6781 .0000E+00 .3245E-01    1.0915 .3086E-01 .4612E-02    0.0006 .2489E-06 .1891E-0
  324         0.08  0.000  0.057  0.3602    2.4952 .0000E+00 .3205E-01    1.0832 .3063E-01 .4585E-02    0.0007 .2902E-06 .2553E-0
  325         0.00  0.000  0.045  0.3474    2.3121 .0000E+00 .3164E-01    1.0746 .3038E-01 .4556E-02    0.0007 .3363E-06 .2193E-0
  326         0.00  0.000  0.052  0.3336    2.1131 .0000E+00 .3120E-01    1.0656 .3013E-01 .4527E-02    0.0008 .3768E-06 .2321E-0
  327         0.00  0.000  0.058  0.3188    1.9386 .0000E+00 .3082E-01    1.0562 .2986E-01 .4496E-02    0.0008 .4180E-06 .2444E-0
  328         0.00  0.000  0.052  0.3050    1.7795 .0000E+00 .3047E-01    1.0466 .2959E-01 .4464E-02    0.0008 .4597E-06 .2562E-0
  329         0.49  0.000  0.056  0.3723    1.6199 .0000E+00 .3011E-01    1.0369 .2932E-01 .4432E-02    0.0009 .5014E-06 .2675E-0
  330         0.00  0.000  0.050  0.3586    2.4163 .0000E+00 .3187E-01    1.0292 .2910E-01 .4407E-02    0.0009 .5403E-06 .2777E-0
  331         0.00  0.000  0.047  0.3456    2.2299 .0000E+00 .3146E-01    1.0245 .2897E-01 .4391E-02    0.0009 .5747E-06 .2863E-0
  332         0.00  0.000  0.039  0.3340    2.0378 .0000E+00 .3104E-01    1.0192 .2882E-01 .4373E-02    0.0010 .6095E-06 .2948E-0
  333         0.07  0.000  0.053  0.3317    1.8814 .0000E+00 .3069E-01    1.0132 .2865E-01 .4354E-02    0.0010 .6444E-06 .3031E-0
  334         0.00  0.000  0.042  0.3196    1.7241 .0000E+00 .3034E-01    1.0069 .2847E-01 .4333E-02    0.0010 .6790E-06 .3111E-0
  335         0.00  0.000  0.042  0.3076    1.5678 .0000E+00 .3000E-01    1.0001 .2828E-01 .4310E-02    0.0010 .7132E-06 .3188E-0
  336  *      0.06  0.000  0.031  0.3060    1.4194 .0000E+00 .2967E-01    0.9930 .2808E-01 .4287E-02    0.0011 .7467E-06 .3262E-0
  337  *      0.00  0.000  0.009  0.3011    1.2832 .0000E+00 .2937E-01    0.9857 .2787E-01 .4262E-02    0.0011 .7794E-06 .3332E-0
  338  *      0.08  0.000  0.040  0.2995    1.1484 .0000E+00 .2907E-01    0.9782 .2766E-01 .4237E-02    0.0011 .8112E-06 .3399E-0
  339  *      0.03  0.000  0.038  0.2968    0.9998 .0000E+00 .2874E-01    0.9705 .2744E-01 .4211E-02    0.0011 .8419E-06 .3462E-0
  340         0.58  0.000  0.047  0.3807    1.1018 .0000E+00 .2897E-01    0.9632 .2723E-01 .4187E-02    0.0012 .8707E-06 .3521E-0
  341         0.00  0.000  0.039  0.3689    2.4910 .0000E+00 .3204E-01    0.9599 .2714E-01 .4175E-02    0.0006 .4439E-06 .2669E-0
  342         0.21  0.000  0.055  0.3895    2.4985 .0000E+00 .3206E-01    0.9618 .2719E-01 .4182E-02    0.0012 .9005E-06 .4479E-0
  343         0.00  0.000  0.041  0.3772    2.7009 .0000E+00 .3250E-01    0.9640 .2726E-01 .4189E-02    0.0012 .9135E-06 .3606E-0
  344         0.00  0.000  0.033  0.3663    2.6020 .0000E+00 .3229E-01    0.9665 .2733E-01 .4198E-02    0.0012 .9234E-06 .3626E-0
  345  *      0.33  0.000  0.031  0.3643    2.4456 .0000E+00 .3194E-01    0.9681 .2737E-01 .4203E-02    0.0012 .9346E-06 .3647E-0
  346  *      0.10  0.000  0.029  0.3623    2.3492 .0000E+00 .3173E-01    0.9689 .2740E-01 .4206E-02    0.0012 .9470E-06 .3671E-0
  347         0.00  0.000  0.037  0.3603    2.2441 .0000E+00 .3149E-01    0.9690 .2740E-01 .4206E-02    0.0012 .9600E-06 .3697E-0
  348  *      0.00  0.000  0.028  0.3584    2.1552 .0000E+00 .3130E-01    0.9685 .2738E-01 .4204E-02    0.0012 .9736E-06 .3722E-0
  349  *      0.58  0.000  0.032  0.3565    1.9733 .0000E+00 .3089E-01    0.9673 .2735E-01 .4200E-02    0.0006 .4938E-06 .2810E-0
  350         0.82  0.033  0.000  0.4758    2.9970 .0000E+00 .3316E-01    0.9679 .2737E-01 .4202E-02    0.0012 .9957E-06 .3764E-0
  351  *      0.00  0.000  0.025  0.4727    5.3016 .0000E+00 .3825E-01    0.9771 .2763E-01 .4233E-02    0.0012 .9967E-06 .3762E-0



  352  *      0.00  0.000  0.021  0.4697    5.1990 .0000E+00 .3803E-01    0.9935 .2809E-01 .4288E-02    0.0012 .9853E-06 .3738E-0
  353  *      0.58  0.000  0.022  0.4667    5.1151 .0000E+00 .3784E-01    1.0080 .2850E-01 .4336E-02    0.0012 .9734E-06 .3716E-0
  354  *      0.00  0.000  0.016  0.4637    5.0265 .0000E+00 .3765E-01    1.0208 .2886E-01 .4379E-02    0.0012 .9664E-06 .3704E-0
  355  *      0.00  0.000  0.019  0.4607    4.9530 .0000E+00 .3748E-01    1.0321 .2918E-01 .4416E-02    0.0012 .9637E-06 .3700E-0
  356  *  *   0.00  0.000  0.000  0.4556    1.9209 .0000E+00 .3078E-01    1.0356 .2928E-01 .4428E-02    0.0012 .9712E-06 .3717E-0
  357  *  *   0.00  0.000  0.027  0.4509    0.8091 .0000E+00 .2832E-01    1.0255 .2900E-01 .4395E-02    0.0012 .9980E-06 .3773E-0
  358  *  *   0.67  0.000  0.000  0.4462    0.6791 .0000E+00 .2803E-01    1.0120 .2862E-01 .4350E-02    0.0013 .1035E-05 .3844E-0
  359  *  *   0.01  0.000  0.000  0.4416    0.5504 .0000E+00 .2775E-01    0.9989 .2824E-01 .4306E-02    0.0013 .1072E-05 .3911E-0
  360  *  *   0.65  0.000  0.000  0.4370    0.4230 .0000E+00 .2747E-01    0.9861 .2788E-01 .4263E-02    0.0013 .1106E-05 .3972E-0
  361  *  *   0.23  0.000  0.000  0.4325    0.2969 .0000E+00 .2719E-01    0.9737 .2753E-01 .4222E-02    0.0013 .1138E-05 .5038E-0
  362     *   0.04  0.000  0.000  0.4312    0.1721 .0000E+00 .2691E-01    0.9615 .2719E-01 .4181E-02    0.0013 .1175E-05 .4087E-0
  363     *   0.00  0.067  0.019  0.4428    0.0486 .0000E+00 .2055E-01    0.9436 .2668E-01 .4121E-02    0.0014 .1211E-05 .4149E-0
  364     *   0.00  0.073  0.021  0.4525    0.0000 .0000E+00 .0000E+00    0.8965 .2535E-01 .3961E-02    0.0014 .1301E-05 .4300E-0
  365     *   0.01  0.201  0.000  0.4630    0.0000 .0000E+00 .0000E+00    0.8202 .2319E-01 .3698E-02    0.0015 .1446E-05 .4532E-0
  366     *   0.06  0.338  0.000  0.4649    0.0026 .0000E+00 .1327E-01    0.7634 .2158E-01 .3499E-02    0.0015 .1543E-05 .4680E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    8
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.43    7.16    3.17    2.35    3.38    1.08
                                  5.86    3.31    4.40    4.59    2.59    5.04
 
 RUNOFF                           0.034   3.697   0.569   0.000   0.036   0.000
                                  1.330   0.075   0.078   0.881   1.077   0.712
 
 EVAPOTRANSPIRATION               1.579   1.454   2.691   2.170   3.933   1.310
                                  4.163   3.052   2.666   2.107   1.557   0.660
 
 PERCOLATION/LEAKAGE THROUGH      1.0353  0.9821  1.1095  0.1923  0.1645  0.0000
   LAYER  2                       0.3672  0.1832  0.1021  1.0415  1.0339  0.8847
 
 LATERAL DRAINAGE COLLECTED       0.9216  0.8228  0.9714  0.4667  0.1564  0.0111
   FROM LAYER  3                  0.1943  0.1558  0.1078  0.6461  0.9141  0.8483
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1389  0.1253  0.1446  0.0788  0.0345  0.0044
   LAYER  4                       0.0384  0.0343  0.0255  0.1049  0.1370  0.1302
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0001  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1330  0.1263  0.1380  0.1560  0.1070  0.0768
   LAYER  7                       0.0265  0.0362  0.0410  0.0005  0.0464  0.1173
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            3.105   3.316   4.187   0.300   0.147   0.000
   TOP OF LAYER  2                0.908   0.158   0.340   3.195   3.587   1.965
 
 STD. DEVIATION OF DAILY          1.005   1.671   0.947   0.629   0.347   0.000
   HEAD ON TOP OF LAYER  2        1.511   0.336   1.054   1.661   1.607   1.679
 
 AVERAGE DAILY HEAD ON            1.051   1.003   1.108   0.550   0.178   0.013
   TOP OF LAYER  4                0.222   0.178   0.127   0.737   1.078   0.968
 
 STD. DEVIATION OF DAILY          0.026   0.049   0.020   0.341   0.105   0.012
   HEAD ON TOP OF LAYER  4        0.171   0.108   0.089   0.200   0.041   0.055
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.001   0.002   0.001   0.001
   TOP OF LAYER  7                0.000   0.000   0.000   0.000   0.001   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    8
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           45.36         411642.156    100.00
 
   RUNOFF                                   8.488         77030.344     18.71
 
   EVAPOTRANSPIRATION                      27.343        248141.422     60.28
 
   PERC./LEAKAGE THROUGH LAYER  2           7.096299      64398.914     15.64



 
   AVG. HEAD ON TOP OF LAYER  2             1.7673
 
   DRAINAGE COLLECTED FROM LAYER  3         6.2163        56412.891     13.70
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.996838       9046.302      2.20
 
   AVG. HEAD ON TOP OF LAYER  4             0.6011
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0003            2.339      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           1.004991       9120.297      2.22
 
   AVG. HEAD ON TOP OF LAYER  7             0.0009
 
   CHANGE IN WATER STORAGE                  2.307         20934.805      5.09
 
   SOIL WATER AT START OF YEAR            285.157       2587800.500
 
   SOIL WATER AT END OF YEAR              285.624       2592038.000
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                1.840         16697.238      4.06
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.049      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR    9
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1     *   0.00  0.634  0.000  0.4648    0.0052 .0000E+00 .1476E-01    0.7341 .2076E-01 .3395E-02    0.0016 .1570E-05 .4721E-0
    2     *   0.00  0.277  0.009  0.4648    0.0031 .0000E+00 .5365E-02    0.7003 .1980E-01 .3274E-02    0.0008 .8083E-06 .3586E-0
    3  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.6489 .1835E-01 .3088E-02    0.0016 .1643E-05 .4851E-0
    4     *   0.00  0.485  0.000  0.4654    0.0048 .0000E+00 .1082E-01    0.6038 .1707E-01 .2922E-02    0.0016 .1700E-05 .4932E-0
    5  *  *   0.51  0.000  0.041  0.4648    0.0042 .0000E+00 .3608E-02    0.5728 .1620E-01 .2805E-02    0.0016 .1715E-05 .6192E-0
    6  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.5291 .1496E-01 .2640E-02    0.0017 .1777E-05 .5020E-0
    7     *   0.00  0.130  0.027  0.4648    0.0000 .0000E+00 .0000E+00    0.4833 .1367E-01 .2463E-02    0.0017 .1820E-05 .5079E-0
    8     *   0.01  0.279  0.000  0.4654    0.0046 .0000E+00 .1067E-01    0.4520 .1278E-01 .2339E-02    0.0017 .1819E-05 .5077E-0
    9     *   0.00  0.039  0.037  0.4648    0.0041 .0000E+00 .3558E-02    0.4333 .1225E-01 .2265E-02    0.0017 .1782E-05 .5026E-0
   10     *   0.00  0.258  0.018  0.4648    0.0000 .0000E+00 .0000E+00    0.4013 .1135E-01 .2135E-02    0.0017 .1783E-05 .5027E-0
   11  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3662 .1035E-01 .1991E-02    0.0008 .8957E-06 .3792E-0
   12  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3341 .9447E-02 .1856E-02    0.0017 .1767E-05 .6285E-0
   13  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3047 .8615E-02 .1730E-02    0.0017 .1782E-05 .5025E-0
   14  *  *   0.45  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.2778 .7855E-02 .1612E-02    0.0017 .1765E-05 .5001E-0
   15  *  *   0.00  0.000  0.035  0.4648    0.0000 .0000E+00 .0000E+00    0.2532 .7158E-02 .1501E-02    0.0016 .1743E-05 .4969E-0
   16  *  *   0.36  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.2306 .6522E-02 .1398E-02    0.0016 .1715E-05 .4930E-0
   17  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.2101 .5939E-02 .1302E-02    0.0016 .1684E-05 .4884E-0
   18  *  *   0.52  0.000  0.035  0.4648    0.0000 .0000E+00 .0000E+00    0.1912 .5407E-02 .1212E-02    0.0008 .8244E-06 .3639E-0
   19     *   0.00  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.1740 .4921E-02 .1128E-02    0.0016 .1614E-05 .4792E-0
   20     *   0.00  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.1583 .4476E-02 .1049E-02    0.0016 .1575E-05 .4734E-0
   21     *   0.26  1.211  0.000  0.4654    0.0050 .0000E+00 .1096E-01    0.1548 .4378E-02 .1031E-02    0.0015 .1513E-05 .4632E-0
   22     *   0.08  0.152  0.032  0.4648    0.0042 .0000E+00 .3652E-02    0.1620 .4580E-02 .1068E-02    0.0015 .1420E-05 .4482E-0
   23     *   0.33  0.316  0.006  0.4648    0.0047 .0000E+00 .8167E-02    0.1613 .4560E-02 .1064E-02    0.0014 .1339E-05 .4356E-0
   24     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1598 .4518E-02 .1056E-02    0.0014 .1274E-05 .4250E-0
   25     *   0.19  0.176  0.006  0.4648    0.0046 .0000E+00 .7924E-02    0.1532 .4331E-02 .1023E-02    0.0014 .1224E-05 .4169E-0
   26     *   0.32  0.306  0.006  0.4648    0.0047 .0000E+00 .8194E-02    0.1601 .4527E-02 .1058E-02    0.0013 .1158E-05 .4047E-0
   27     *   0.05  0.038  0.006  0.4648    0.0036 .0000E+00 .6183E-02    0.1649 .4662E-02 .1082E-02    0.0013 .1088E-05 .3924E-0
   28  *  *   0.56  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.1599 .4521E-02 .1057E-02    0.0013 .1041E-05 .3845E-0
   29  *  *   0.00  0.000  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.1454 .4111E-02 .9831E-03    0.0013 .1023E-05 .3818E-0
   30  *  *   0.00  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.1322 .3737E-02 .9141E-03    0.0012 .1007E-05 .4739E-0
   31  *  *   0.00  0.000  0.032  0.4648    0.0000 .0000E+00 .0000E+00    0.1201 .3395E-02 .8497E-03    0.0012 .1001E-05 .3768E-0
   32  *  *   0.42  0.000  0.026  0.4648    0.0000 .0000E+00 .0000E+00    0.1090 .3083E-02 .7895E-03    0.0012 .9862E-06 .3739E-0
   33  *  *   0.17  0.000  0.032  0.4648    0.0000 .0000E+00 .0000E+00    0.0990 .2799E-02 .7334E-03    0.0012 .9692E-06 .3707E-0
   34  *  *   0.28  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0898 .2539E-02 .6810E-03    0.0012 .9510E-06 .3672E-0
   35  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.0814 .2303E-02 .6322E-03    0.0012 .9317E-06 .3635E-0
   36  *  *   0.08  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0738 .2087E-02 .5866E-03    0.0012 .9115E-06 .3595E-0
   37     *   0.00  0.178  0.022  0.4648    0.0000 .0000E+00 .0000E+00    0.0669 .1891E-02 .5441E-03    0.0006 .4453E-06 .2673E-0
   38     *   0.00  0.250  0.011  0.4648    0.0018 .0000E+00 .3185E-02    0.0637 .1802E-02 .5244E-03    0.0012 .8661E-06 .3507E-0
   39  *  *   0.00  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.0628 .1775E-02 .5186E-03    0.0011 .8326E-06 .3437E-0



   40  *  *   0.00  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.0568 .1607E-02 .4807E-03    0.0011 .8080E-06 .3390E-0
   41  *  *   0.00  0.000  0.035  0.4648    0.0000 .0000E+00 .0000E+00    0.0514 .1454E-02 .4454E-03    0.0011 .7850E-06 .4179E-0
   42  *  *   0.08  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0465 .1314E-02 .4125E-03    0.0011 .7676E-06 .3299E-0
   43     *   0.00  0.294  0.006  0.4648    0.0049 .0000E+00 .8552E-02    0.0505 .1428E-02 .4389E-03    0.0011 .7230E-06 .3202E-0
   44     *   0.00  0.210  0.016  0.4648    0.0000 .0000E+00 .0000E+00    0.0594 .1678E-02 .4968E-03    0.0010 .6681E-06 .3078E-0
   45  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.0537 .1519E-02 .4604E-03    0.0010 .6566E-06 .3052E-0
   46     *   0.00  0.005  0.067  0.4648    0.0000 .0000E+00 .0000E+00    0.0486 .1373E-02 .4265E-03    0.0010 .6446E-06 .3024E-0
   47     *   0.00  0.019  0.072  0.4648    0.0000 .0000E+00 .0000E+00    0.0439 .1241E-02 .3950E-03    0.0010 .6320E-06 .2994E-0
   48  *  *   0.16  0.000  0.050  0.4648    0.0000 .0000E+00 .0000E+00    0.0397 .1121E-02 .3655E-03    0.0010 .6190E-06 .2963E-0
   49  *  *   0.00  0.000  0.059  0.4648    0.0000 .0000E+00 .0000E+00    0.0358 .1012E-02 .3382E-03    0.0010 .6058E-06 .2932E-0
   50  *  *   0.64  0.000  0.028  0.4648    0.0000 .0000E+00 .0000E+00    0.0323 .9132E-03 .3127E-03    0.0010 .5923E-06 .2899E-0
   51  *  *   0.01  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0291 .8233E-03 .2890E-03    0.0009 .5788E-06 .2865E-0
   52  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.0262 .7418E-03 .2670E-03    0.0005 .2853E-06 .2129E-0
   53     *   0.00  0.424  0.020  0.4648    0.0000 .0000E+00 .0000E+00    0.0236 .6678E-03 .2465E-03    0.0009 .5538E-06 .2806E-0
   54     *   0.00  0.143  0.047  0.4648    0.0000 .0000E+00 .0000E+00    0.0212 .6008E-03 .2274E-03    0.0009 .5403E-06 .2771E-0
   55     *   0.38  0.366  0.005  0.4648    0.0056 .0000E+00 .9665E-02    0.0287 .8112E-03 .2844E-03    0.0009 .5094E-06 .2681E-0
   56  *  *   1.04  0.000  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.0413 .1168E-02 .3772E-03    0.0009 .4625E-06 .2550E-0
   57  *  *   0.11  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.0373 .1055E-02 .3490E-03    0.0008 .4407E-06 .2504E-0
   58  *  *   0.00  0.000  0.027  0.4648    0.0000 .0000E+00 .0000E+00    0.0337 .9520E-03 .3228E-03    0.0008 .4350E-06 .2488E-0
   59  *  *   0.00  0.000  0.030  0.4648    0.0000 .0000E+00 .0000E+00    0.0304 .8586E-03 .2984E-03    0.0008 .4270E-06 .3083E-0
   60  *  *   0.00  0.000  0.024  0.4648    0.0000 .0000E+00 .0000E+00    0.0274 .7738E-03 .2757E-03    0.0008 .4216E-06 .2446E-0
   61  *  *   0.00  0.000  0.028  0.4648    0.0000 .0000E+00 .0000E+00    0.0246 .6968E-03 .2546E-03    0.0004 .2090E-06 .1823E-0
   62     *   0.00  0.000  0.044  0.4648    0.0000 .0000E+00 .0000E+00    0.0222 .6271E-03 .2350E-03    0.0008 .4082E-06 .2409E-0
   63     *   0.00  0.022  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.0199 .5640E-03 .2167E-03    0.0008 .3992E-06 .2979E-0
   64  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0179 .5068E-03 .1998E-03    0.0008 .3921E-06 .2359E-0
   65  *  *   0.00  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.0161 .4550E-03 .1841E-03    0.0008 .3844E-06 .2336E-0
   66  *  *   0.00  0.000  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.0144 .4082E-03 .1695E-03    0.0008 .3765E-06 .2312E-0
   67  *  *   0.02  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0129 .3659E-03 .1560E-03    0.0004 .1843E-06 .1719E-0
   68     *   0.00  0.562  0.000  0.4648    0.0049 .0000E+00 .1447E-01    0.0259 .7335E-03 .2607E-03    0.0007 .3396E-06 .2182E-0
   69     *   0.40  0.584  0.000  0.4654    0.0049 .0000E+00 .1086E-01    0.0573 .1620E-02 .4832E-03    0.0007 .2784E-06 .1959E-0
   70     *   0.66  0.646  0.004  0.4653    0.0072 .0000E+00 .1143E-01    0.0806 .2279E-02 .6269E-03    0.0006 .2259E-06 .1772E-0
   71     *   0.21  0.196  0.004  0.4653    0.0059 .0000E+00 .1011E-01    0.1014 .2868E-02 .7471E-03    0.0005 .1903E-06 .1629E-0
   72  *  *   0.00  0.000  0.000  0.4648    0.0029 .0000E+00 .2502E-02    0.1107 .3131E-02 .7990E-03    0.0005 .1696E-06 .1546E-0
   73     *   0.88  0.865  0.004  0.4648    0.0061 .0000E+00 .1065E-01    0.1151 .3255E-02 .8228E-03    0.0005 .1596E-06 .1875E-0
   74     *   0.23  0.216  0.004  0.4648    0.0058 .0000E+00 .1012E-01    0.1317 .3723E-02 .9116E-03    0.0005 .1371E-06 .1396E-0
   75     *   1.66  1.645  0.004  0.4648    0.0062 .0000E+00 .1068E-01    0.1465 .4142E-02 .9888E-03    0.0004 .1210E-06 .1312E-0
   76     *   2.45  2.435  0.004  0.4648    0.0062 .0000E+00 .1072E-01    0.1610 .4551E-02 .1062E-02    0.0002 .5355E-07 .9258E-0
   77     *   0.28  0.266  0.004  0.4648    0.0059 .0000E+00 .1029E-01    0.1738 .4914E-02 .1127E-02    0.0004 .1000E-06 .1184E-0
   78     *   0.27  0.256  0.004  0.4648    0.0059 .0000E+00 .1030E-01    0.1849 .5227E-02 .1181E-02    0.0004 .9046E-07 .1406E-0
   79     *   0.11  0.097  0.004  0.4648    0.0055 .0000E+00 .9605E-02    0.1943 .5493E-02 .1227E-02    0.0004 .8051E-07 .1070E-0
   80     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1922 .5436E-02 .1217E-02    0.0004 .8238E-07 .1083E-0
   81     *   0.11  0.097  0.004  0.4648    0.0056 .0000E+00 .9719E-02    0.1846 .5220E-02 .1180E-02    0.0004 .8837E-07 .1121E-0
   82         0.00  0.000  0.098  0.4438    3.6939 .0000E+00 .2807E-01    0.2115 .5979E-02 .1308E-02    0.0003 .6971E-07 .9961E-0
   83         0.27  0.000  0.102  0.4657    4.7221 .0000E+00 .3697E-01    0.2743 .7757E-02 .1595E-02    0.0001 .1810E-07 .5374E-0
   84         0.00  0.000  0.129  0.4381    4.7794 .0000E+00 .3710E-01    0.3463 .9792E-02 .1907E-02    0.0002 .2087E-07 .4986E-0
   85         0.00  0.000  0.118  0.4124    4.3264 .0000E+00 .3610E-01    0.4114 .1163E-01 .2176E-02    0.0001 .5879E-08 .2461E-0
   86         0.00  0.000  0.152  0.3812    3.8591 .0000E+00 .3506E-01    0.4684 .1324E-01 .2404E-02    0.0000 .7020E-09 .5371E-0
   87         0.98  0.128  0.098  0.5010    4.0475 .0000E+00 .3548E-01    0.5193 .1468E-01 .2602E-02    0.0000 .0000E+00 .0000E+0
   88         0.00  0.000  0.161  0.4677    5.6653 .0000E+00 .3906E-01    0.5702 .1612E-01 .2796E-02    0.0000 .0000E+00 .0000E+0
   89         0.00  0.000  0.124  0.4409    4.9002 .0000E+00 .3737E-01    0.6209 .1756E-01 .2985E-02    0.0000 .0000E+00 .0000E+0
   90         0.00  0.000  0.135  0.4123    4.3753 .0000E+00 .3621E-01    0.6636 .1876E-01 .3141E-02    0.0000 .0000E+00 .0000E+0
   91         0.22  0.000  0.106  0.4254    3.9417 .0000E+00 .3525E-01    0.6998 .1979E-01 .3273E-02    0.0000 .0000E+00 .0000E+0
   92         0.13  0.000  0.083  0.4273    3.7508 .0000E+00 .3482E-01    0.7312 .2067E-01 .3385E-02    0.0000 .0000E+00 .0000E+0
   93         0.00  0.000  0.125  0.4007    3.6950 .0000E+00 .3470E-01    0.7591 .2146E-01 .3484E-02    0.0000 .0000E+00 .0000E+0
   94         0.03  0.000  0.109  0.3818    3.4209 .0000E+00 .3410E-01    0.7838 .2216E-01 .3571E-02    0.0000 .0000E+00 .0000E+0
   95         0.01  0.000  0.125  0.3571    3.1479 .0000E+00 .3349E-01    0.8050 .2276E-01 .3645E-02    0.0000 .0000E+00 .0000E+0
   96         1.73  0.717  0.114  0.5010    3.9469 .0000E+00 .3526E-01    0.8252 .2333E-01 .3716E-02    0.0000 .0000E+00 .0000E+0
   97         0.18  0.177  0.115  0.4759    5.7472 .0000E+00 .3924E-01    0.8505 .2405E-01 .3803E-02    0.0000 .0000E+00 .0000E+0
   98         0.05  0.000  0.105  0.4604    5.1698 .0000E+00 .3796E-01    0.8789 .2485E-01 .3901E-02    0.0000 .0000E+00 .0000E+0
   99         0.29  0.004  0.136  0.4792    5.0162 .0000E+00 .3762E-01    0.9026 .2552E-01 .3982E-02    0.0000 .0000E+00 .0000E+0
  100         0.15  0.000  0.148  0.4732    5.3179 .0000E+00 .3829E-01    0.9244 .2614E-01 .4056E-02    0.0000 .0000E+00 .0000E+0
  101         0.00  0.000  0.224  0.4297    4.8649 .0000E+00 .3729E-01    0.9445 .2670E-01 .4124E-02    0.0000 .0000E+00 .0000E+0
  102         0.00  0.000  0.218  0.3875    4.0757 .0000E+00 .3554E-01    0.9595 .2713E-01 .4174E-02    0.0000 .0000E+00 .0000E+0
  103         0.00  0.000  0.184  0.3511    3.5275 .0000E+00 .3433E-01    0.9694 .2741E-01 .4207E-02    0.0000 .0000E+00 .0000E+0
  104         0.00  0.000  0.202  0.3119    2.9647 .0000E+00 .3309E-01    0.9752 .2757E-01 .4227E-02    0.0000 .0000E+00 .0000E+0
  105         0.00  0.000  0.179  0.2768    2.3967 .0000E+00 .3183E-01    0.9773 .2763E-01 .4234E-02    0.0000 .0000E+00 .0000E+0
  106         0.00  0.000  0.190  0.2400    1.7901 .0000E+00 .3049E-01    0.9759 .2759E-01 .4229E-02    0.0000 .0000E+00 .0000E+0
  107         0.00  0.000  0.157  0.2090    1.2273 .0000E+00 .2925E-01    0.9712 .2746E-01 .4213E-02    0.0000 .0000E+00 .0000E+0
  108         0.00  0.000  0.166  0.1767    0.7510 .0000E+00 .2819E-01    0.9638 .2725E-01 .4189E-02    0.0000 .1149E-10 .1343E-0
  109         0.00  0.000  0.083  0.1595    0.2759 .0000E+00 .2046E-01    0.9477 .2680E-01 .4134E-02    0.0000 .1546E-08 .1548E-0
  110         0.00  0.000  0.064  0.1488    0.0000 .0000E+00 .0000E+00    0.9001 .2545E-01 .3973E-02    0.0001 .1027E-07 .4006E-0
  111         0.00  0.000  0.054  0.1398    0.0000 .0000E+00 .0000E+00    0.8235 .2328E-01 .3709E-02    0.0002 .3522E-07 .7378E-0
  112         0.00  0.000  0.029  0.1350    0.0000 .0000E+00 .0000E+00    0.7532 .2130E-01 .3463E-02    0.0003 .7613E-07 .1071E-0
  113         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6887 .1947E-01 .3233E-02    0.0004 .1268E-06 .1373E-0
  114         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6296 .1780E-01 .3017E-02    0.0005 .1836E-06 .1643E-0
  115         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5754 .1627E-01 .2815E-02    0.0006 .2433E-06 .1886E-0
  116         0.54  0.000  0.027  0.2206    0.0000 .0000E+00 .0000E+00    0.5258 .1487E-01 .2627E-02    0.0007 .3037E-06 .2102E-0
  117         1.00  0.078  0.030  0.3692    0.0000 .0000E+00 .0000E+00    0.4803 .1358E-01 .2451E-02    0.0007 .3629E-06 .2293E-0
  118         0.00  0.000  0.201  0.3307    1.6400 .0000E+00 .3016E-01    0.4685 .1325E-01 .2404E-02    0.0008 .3947E-06 .2375E-0
  119         0.00  0.000  0.156  0.2997    1.7105 .0000E+00 .3031E-01    0.5064 .1432E-01 .2552E-02    0.0008 .3711E-06 .2279E-0
  120         0.46  0.000  0.111  0.3528    1.5157 .0000E+00 .2988E-01    0.5410 .1530E-01 .2685E-02    0.0007 .3311E-06 .2154E-0
  121         1.73  0.651  0.156  0.5010    3.2800 .0000E+00 .3378E-01    0.5758 .1628E-01 .2817E-02    0.0007 .2976E-06 .2042E-0
  122         0.36  0.195  0.156  0.4959    5.9471 .0000E+00 .3968E-01    0.6199 .1753E-01 .2981E-02    0.0006 .2627E-06 .1914E-0
  123         0.29  0.160  0.144  0.4870    5.7532 .0000E+00 .3925E-01    0.6694 .1893E-01 .3162E-02    0.0006 .2266E-06 .1775E-0
  124         0.00  0.000  0.220  0.4440    5.1912 .0000E+00 .3801E-01    0.7128 .2015E-01 .3319E-02    0.0006 .1992E-06 .2073E-0
  125         0.00  0.000  0.208  0.4033    4.3463 .0000E+00 .3614E-01    0.7488 .2117E-01 .3448E-02    0.0005 .1712E-06 .1564E-0
  126         0.84  0.073  0.170  0.4967    4.3079 .0000E+00 .3606E-01    0.7787 .2202E-01 .3553E-02    0.0005 .1622E-06 .1523E-0
  127         0.07  0.000  0.119  0.4820    5.7492 .0000E+00 .3924E-01    0.8092 .2288E-01 .3660E-02    0.0005 .1545E-06 .1487E-0
  128         0.04  0.000  0.187  0.4513    5.1848 .0000E+00 .3800E-01    0.8410 .2378E-01 .3770E-02    0.0002 .7164E-07 .1082E-0
  129         0.90  0.417  0.146  0.5010    5.4184 .0000E+00 .3851E-01    0.8687 .2456E-01 .3866E-02    0.0005 .1474E-06 .1441E-0
  130         0.00  0.000  0.209  0.4597    5.5859 .0000E+00 .3888E-01    0.8953 .2532E-01 .3957E-02    0.0005 .1480E-06 .1801E-0
  131         0.00  0.000  0.224  0.4162    4.6291 .0000E+00 .3677E-01    0.9182 .2596E-01 .4035E-02    0.0005 .1457E-06 .1445E-0
  132         0.00  0.000  0.208  0.3757    3.8851 .0000E+00 .3512E-01    0.9342 .2642E-01 .4089E-02    0.0005 .1537E-06 .1484E-0
  133         0.00  0.000  0.178  0.3404    3.3243 .0000E+00 .3388E-01    0.9450 .2672E-01 .4125E-02    0.0005 .1659E-06 .1542E-0
  134         0.00  0.000  0.204  0.3010    2.7817 .0000E+00 .3268E-01    0.9517 .2691E-01 .4148E-02    0.0005 .1818E-06 .1614E-0
  135         0.85  0.023  0.220  0.3968    2.3518 .0000E+00 .3173E-01    0.9550 .2700E-01 .4159E-02    0.0006 .2009E-06 .1696E-0



  136         0.00  0.000  0.250  0.3497    2.6926 .0000E+00 .3249E-01    0.9572 .2707E-01 .4167E-02    0.0006 .2214E-06 .1780E-0
  137         0.00  0.000  0.225  0.3068    2.3952 .0000E+00 .3183E-01    0.9599 .2714E-01 .4175E-02    0.0006 .2423E-06 .1862E-0
  138         0.00  0.000  0.233  0.2628    2.0049 .0000E+00 .3096E-01    0.9603 .2715E-01 .4177E-02    0.0006 .2655E-06 .1948E-0
  139         0.00  0.000  0.230  0.2194    1.5302 .0000E+00 .2992E-01    0.9583 .2710E-01 .4170E-02    0.0003 .1427E-06 .1523E-0
  140         0.10  0.000  0.186  0.2003    0.9009 .0000E+00 .2852E-01    0.9534 .2696E-01 .4154E-02    0.0007 .3126E-06 .2116E-0
  141         0.38  0.000  0.094  0.2433    0.6635 .0000E+00 .2800E-01    0.9462 .2675E-01 .4129E-02    0.0007 .3434E-06 .2218E-0
  142         0.68  0.008  0.141  0.3273    0.3437 .0000E+00 .2729E-01    0.9380 .2652E-01 .4102E-02    0.0008 .3758E-06 .2320E-0
  143         0.00  0.000  0.211  0.2875    0.5893 .0000E+00 .2783E-01    0.9298 .2629E-01 .4074E-02    0.0008 .4085E-06 .2418E-0
  144         0.00  0.000  0.244  0.2422    0.6366 .0000E+00 .2794E-01    0.9233 .2611E-01 .4052E-02    0.0008 .4399E-06 .2508E-0
  145         0.00  0.000  0.287  0.1897    0.4898 .0000E+00 .2761E-01    0.9172 .2594E-01 .4031E-02    0.0009 .4726E-06 .3250E-0
  146         0.00  0.000  0.215  0.1516    0.1615 .0000E+00 .1360E-01    0.8972 .2537E-01 .3963E-02    0.0009 .5249E-06 .2736E-0
  147         0.00  0.000  0.100  0.1350    0.0000 .0000E+00 .0000E+00    0.8427 .2383E-01 .3776E-02    0.0010 .6176E-06 .2966E-0
  148         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7708 .2180E-01 .3525E-02    0.0011 .7376E-06 .3240E-0
  149         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7049 .1993E-01 .3291E-02    0.0011 .8499E-06 .3476E-0
  150         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6445 .1822E-01 .3071E-02    0.0012 .9522E-06 .3678E-0
  151         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5891 .1666E-01 .2866E-02    0.0013 .1043E-05 .3849E-0
  152         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5382 .1522E-01 .2675E-02    0.0007 .5653E-06 .3000E-0
  153         0.21  0.000  0.028  0.1653    0.0000 .0000E+00 .0000E+00    0.4917 .1390E-01 .2495E-02    0.0013 .1161E-05 .4082E-0
  154         0.00  0.000  0.023  0.1615    0.0000 .0000E+00 .0000E+00    0.4490 .1270E-01 .2327E-02    0.0014 .1221E-05 .4182E-0
  155         0.71  0.001  0.037  0.2735    0.0000 .0000E+00 .0000E+00    0.4099 .1159E-01 .2170E-02    0.0014 .1269E-05 .4262E-0
  156         0.16  0.000  0.217  0.2640    0.0000 .0000E+00 .0000E+00    0.3741 .1058E-01 .2024E-02    0.0014 .1306E-05 .4323E-0
  157         0.00  0.000  0.251  0.2222    0.0000 .0000E+00 .0000E+00    0.3413 .9651E-02 .1887E-02    0.0014 .1334E-05 .4367E-0
  158         0.00  0.000  0.225  0.1847    0.0000 .0000E+00 .0000E+00    0.3113 .8803E-02 .1758E-02    0.0014 .1354E-05 .4397E-0
  159         0.00  0.000  0.113  0.1658    0.0000 .0000E+00 .0000E+00    0.2839 .8026E-02 .1638E-02    0.0015 .1365E-05 .4414E-0
  160         0.08  0.000  0.094  0.1635    0.0000 .0000E+00 .0000E+00    0.2587 .7315E-02 .1526E-02    0.0015 .1369E-05 .4420E-0
  161         0.00  0.000  0.082  0.1498    0.0000 .0000E+00 .0000E+00    0.2357 .6665E-02 .1422E-02    0.0014 .1358E-05 .5509E-0
  162         0.00  0.000  0.069  0.1383    0.0000 .0000E+00 .0000E+00    0.2147 .6071E-02 .1324E-02    0.0015 .1365E-05 .4398E-0
  163         0.00  0.000  0.018  0.1353    0.0000 .0000E+00 .0000E+00    0.1955 .5527E-02 .1232E-02    0.0014 .1351E-05 .4376E-0
  164         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1779 .5030E-02 .1147E-02    0.0007 .6755E-06 .3272E-0
  165         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1618 .4576E-02 .1067E-02    0.0014 .1312E-05 .4322E-0
  166         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1472 .4161E-02 .9923E-03    0.0014 .1289E-05 .4285E-0
  167         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1338 .3783E-02 .9227E-03    0.0014 .1265E-05 .4243E-0
  168         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1216 .3437E-02 .8577E-03    0.0014 .1239E-05 .4198E-0
  169         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1104 .3121E-02 .7970E-03    0.0014 .1211E-05 .4150E-0
  170         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1002 .2834E-02 .7404E-03    0.0014 .1182E-05 .4100E-0
  171         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0909 .2571E-02 .6875E-03    0.0013 .1152E-05 .4048E-0
  172         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0825 .2332E-02 .6382E-03    0.0013 .1115E-05 .4980E-0
  173         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0748 .2114E-02 .5922E-03    0.0013 .1087E-05 .3926E-0
  174         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0677 .1915E-02 .5494E-03    0.0013 .1056E-05 .3869E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0613 .1734E-02 .5094E-03    0.0013 .1025E-05 .3813E-0
  176         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0555 .1569E-02 .4721E-03    0.0012 .9950E-06 .3756E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0502 .1420E-02 .4374E-03    0.0012 .9650E-06 .3699E-0
  178         0.30  0.000  0.030  0.1800    0.0000 .0000E+00 .0000E+00    0.0454 .1283E-02 .4051E-03    0.0006 .4676E-06 .2740E-0
  179         0.22  0.000  0.041  0.2098    0.0000 .0000E+00 .0000E+00    0.0410 .1160E-02 .3750E-03    0.0012 .9115E-06 .3599E-0
  180         0.00  0.000  0.050  0.2015    0.0000 .0000E+00 .0000E+00    0.0370 .1047E-02 .3470E-03    0.0012 .8830E-06 .3542E-0
  181         0.00  0.000  0.055  0.1923    0.0000 .0000E+00 .0000E+00    0.0334 .9447E-03 .3209E-03    0.0012 .8552E-06 .4346E-0
  182         0.13  0.000  0.068  0.2026    0.0000 .0000E+00 .0000E+00    0.0301 .8519E-03 .2966E-03    0.0011 .8229E-06 .3416E-0
  183         0.02  0.000  0.080  0.1927    0.0000 .0000E+00 .0000E+00    0.0272 .7677E-03 .2740E-03    0.0011 .7965E-06 .3361E-0
  184         0.00  0.000  0.069  0.1812    0.0000 .0000E+00 .0000E+00    0.0245 .6914E-03 .2531E-03    0.0011 .7708E-06 .3306E-0
  185         0.01  0.000  0.055  0.1737    0.0000 .0000E+00 .0000E+00    0.0220 .6222E-03 .2335E-03    0.0011 .7459E-06 .3252E-0
  186         0.00  0.000  0.071  0.1619    0.0000 .0000E+00 .0000E+00    0.0198 .5595E-03 .2154E-03    0.0005 .3648E-06 .2406E-0
  187         0.00  0.000  0.080  0.1486    0.0000 .0000E+00 .0000E+00    0.0178 .5027E-03 .1986E-03    0.0010 .7030E-06 .3160E-0
  188         0.00  0.000  0.069  0.1371    0.0000 .0000E+00 .0000E+00    0.0160 .4514E-03 .1830E-03    0.0010 .6803E-06 .3108E-0
  189         0.14  0.000  0.041  0.1536    0.0000 .0000E+00 .0000E+00    0.0143 .4049E-03 .1685E-03    0.0010 .6582E-06 .3057E-0
  190         0.05  0.000  0.051  0.1534    0.0000 .0000E+00 .0000E+00    0.0128 .3629E-03 .1550E-03    0.0010 .6369E-06 .3007E-0
  191         0.23  0.000  0.058  0.1821    0.0000 .0000E+00 .0000E+00    0.0115 .3250E-03 .1425E-03    0.0010 .6163E-06 .2958E-0
  192         0.00  0.000  0.066  0.1711    0.0000 .0000E+00 .0000E+00    0.0103 .2908E-03 .1310E-03    0.0010 .5964E-06 .2910E-0
  193         0.00  0.000  0.082  0.1574    0.0000 .0000E+00 .0000E+00    0.0092 .2600E-03 .1203E-03    0.0009 .5772E-06 .2863E-0
  194         0.00  0.000  0.087  0.1429    0.0000 .0000E+00 .0000E+00    0.0082 .2322E-03 .1104E-03    0.0009 .5587E-06 .2817E-0
  195         0.00  0.000  0.043  0.1358    0.0000 .0000E+00 .0000E+00    0.0073 .2071E-03 .1012E-03    0.0009 .5408E-06 .2771E-0
  196         0.15  0.000  0.053  0.1520    0.0000 .0000E+00 .0000E+00    0.0065 .1846E-03 .9272E-04    0.0009 .5211E-06 .3401E-0
  197         0.00  0.000  0.047  0.1443    0.0000 .0000E+00 .0000E+00    0.0058 .1643E-03 .8488E-04    0.0004 .2540E-06 .2009E-0
  198         1.31  0.098  0.070  0.3347    0.0000 .0000E+00 .0000E+00    0.0052 .1461E-03 .7763E-04    0.0009 .4910E-06 .2640E-0
  199         0.00  0.000  0.254  0.2888    0.6431 .0000E+00 .2132E-01    0.0257 .7274E-03 .2525E-03    0.0008 .4358E-06 .2464E-0
  200         0.51  0.000  0.176  0.3397    1.0261 .0000E+00 .2880E-01    0.0859 .2429E-02 .6553E-03    0.0007 .3216E-06 .2082E-0
  201         0.00  0.000  0.198  0.3018    1.1101 .0000E+00 .2899E-01    0.1529 .4323E-02 .1020E-02    0.0006 .2122E-06 .1686E-0
  202         1.05  0.066  0.142  0.4372    1.5928 .0000E+00 .3005E-01    0.2154 .6091E-02 .1326E-02    0.0005 .1378E-06 .1358E-0
  203         0.00  0.000  0.229  0.3932    3.7843 .0000E+00 .3490E-01    0.2791 .7891E-02 .1617E-02    0.0004 .8634E-07 .1318E-0
  204         0.00  0.000  0.281  0.3408    3.3073 .0000E+00 .3384E-01    0.3441 .9729E-02 .1898E-02    0.0002 .3761E-07 .7327E-0
  205         0.00  0.000  0.266  0.2911    2.6849 .0000E+00 .3247E-01    0.4005 .1132E-01 .2132E-02    0.0002 .1921E-07 .5247E-0
  206         0.38  0.000  0.223  0.3121    2.0403 .0000E+00 .3104E-01    0.4486 .1268E-01 .2326E-02    0.0001 .9256E-08 .3651E-0
  207         1.44  0.235  0.182  0.4773    2.2672 .0000E+00 .3154E-01    0.4908 .1388E-01 .2492E-02    0.0001 .3948E-08 .2395E-0
  208         0.00  0.000  0.254  0.4287    4.9352 .0000E+00 .3744E-01    0.5361 .1516E-01 .2666E-02    0.0000 .8367E-09 .1116E-0
  209         0.00  0.000  0.235  0.3836    4.0404 .0000E+00 .3547E-01    0.5852 .1655E-01 .2852E-02    0.0000 .0000E+00 .0000E+0
  210         0.00  0.000  0.251  0.3361    3.3310 .0000E+00 .3390E-01    0.6255 .1769E-01 .3002E-02    0.0000 .1017E-13 .1901E-0
  211         0.00  0.000  0.193  0.2985    2.7411 .0000E+00 .3259E-01    0.6586 .1862E-01 .3123E-02    0.0000 .0000E+00 .0000E+0
  212         0.00  0.000  0.269  0.2485    2.0820 .0000E+00 .3114E-01    0.6854 .1938E-01 .3220E-02    0.0000 .0000E+00 .0000E+0
  213         0.78  0.007  0.274  0.3265    1.5640 .0000E+00 .2999E-01    0.7064 .1997E-01 .3296E-02    0.0000 .0000E+00 .0000E+0
  214         0.45  0.000  0.218  0.3604    1.1257 .0000E+00 .2902E-01    0.7230 .2044E-01 .3356E-02    0.0000 .0000E+00 .0000E+0
  215         0.00  0.000  0.217  0.3192    1.8837 .0000E+00 .3070E-01    0.7382 .2087E-01 .3410E-02    0.0000 .0000E+00 .0000E+0
  216         0.00  0.000  0.247  0.2730    1.7740 .0000E+00 .3045E-01    0.7547 .2134E-01 .3468E-02    0.0000 .0000E+00 .0000E+0
  217         0.49  0.000  0.201  0.3162    1.5442 .0000E+00 .2995E-01    0.7689 .2174E-01 .3519E-02    0.0000 .0000E+00 .0000E+0
  218         0.08  0.000  0.259  0.2815    1.3235 .0000E+00 .2946E-01    0.7806 .2207E-01 .3560E-02    0.0000 .0000E+00 .0000E+0
  219         0.02  0.000  0.234  0.2410    1.0940 .0000E+00 .2895E-01    0.7900 .2234E-01 .3593E-02    0.0000 .0000E+00 .0000E+0
  220         0.00  0.000  0.229  0.1980    0.8756 .0000E+00 .2847E-01    0.7974 .2255E-01 .3619E-02    0.0000 .3116E-10 .1966E-0
  221         0.00  0.000  0.186  0.1624    0.4759 .0000E+00 .2758E-01    0.8025 .2269E-01 .3637E-02    0.0000 .5354E-09 .8931E-0
  222         0.00  0.000  0.164  0.1350    0.0175 .0000E+00 .0000E+00    0.7784 .2201E-01 .3552E-02    0.0001 .3607E-08 .2370E-0
  223         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7119 .2013E-01 .3316E-02    0.0001 .1704E-07 .5169E-0
  224         0.68  0.000  0.172  0.2196    0.0000 .0000E+00 .0000E+00    0.6508 .1840E-01 .3095E-02    0.0002 .4322E-07 .8105E-0
  225         0.00  0.000  0.212  0.1843    0.0000 .0000E+00 .0000E+00    0.5949 .1682E-01 .2888E-02    0.0003 .7770E-07 .1077E-0
  226         0.00  0.000  0.211  0.1492    0.0000 .0000E+00 .0000E+00    0.5436 .1537E-01 .2695E-02    0.0004 .1177E-06 .1318E-0
  227         0.00  0.000  0.073  0.1371    0.0000 .0000E+00 .0000E+00    0.4966 .1404E-01 .2514E-02    0.0005 .1609E-06 .1536E-0
  228         0.78  0.003  0.140  0.2433    0.0000 .0000E+00 .0000E+00    0.4535 .1282E-01 .2345E-02    0.0006 .2055E-06 .2177E-0
  229         0.00  0.000  0.211  0.2081    0.0000 .0000E+00 .0000E+00    0.4140 .1171E-01 .2187E-02    0.0006 .2662E-06 .1946E-0
  230         0.00  0.000  0.163  0.1810    0.0000 .0000E+00 .0000E+00    0.3779 .1068E-01 .2039E-02    0.0003 .1546E-06 .1573E-0
  231         0.24  0.000  0.143  0.1971    0.0000 .0000E+00 .0000E+00    0.3448 .9749E-02 .1901E-02    0.0007 .3343E-06 .2197E-0



  232         0.00  0.000  0.223  0.1599    0.0000 .0000E+00 .0000E+00    0.3145 .8892E-02 .1772E-02    0.0008 .3728E-06 .2318E-0
  233         0.00  0.000  0.122  0.1396    0.0000 .0000E+00 .0000E+00    0.2867 .8108E-02 .1651E-02    0.0008 .4082E-06 .2423E-0
  234         0.00  0.000  0.025  0.1354    0.0000 .0000E+00 .0000E+00    0.2614 .7390E-02 .1538E-02    0.0008 .4402E-06 .2514E-0
  235         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.2381 .6733E-02 .1433E-02    0.0008 .4673E-06 .3243E-0
  236         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2169 .6133E-02 .1334E-02    0.0009 .5044E-06 .2676E-0
  237         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1975 .5584E-02 .1242E-02    0.0009 .5250E-06 .2730E-0
  238         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1797 .5082E-02 .1156E-02    0.0009 .5424E-06 .2775E-0
  239         1.87  0.308  0.132  0.3735    0.0000 .0000E+00 .0000E+00    0.1635 .4624E-02 .1075E-02    0.0009 .5566E-06 .2811E-0
  240         0.00  0.000  0.181  0.3394    1.6921 .0000E+00 .2364E-01    0.1722 .4869E-02 .1118E-02    0.0009 .5228E-06 .2724E-0
  241         0.00  0.000  0.176  0.3048    2.2991 .0000E+00 .3162E-01    0.2260 .6390E-02 .1376E-02    0.0004 .2094E-06 .1827E-0
  242         0.00  0.000  0.232  0.2611    1.9135 .0000E+00 .3076E-01    0.2872 .8120E-02 .1653E-02    0.0008 .3546E-06 .2208E-0
  243         0.00  0.000  0.195  0.2237    1.4785 .0000E+00 .2980E-01    0.3408 .9637E-02 .1884E-02    0.0007 .2775E-06 .1956E-0
  244         0.00  0.000  0.217  0.1828    0.8823 .0000E+00 .2848E-01    0.3871 .1094E-01 .2077E-02    0.0006 .2228E-06 .1755E-0
  245         0.00  0.000  0.188  0.1492    0.2897 .0000E+00 .1383E-01    0.4127 .1167E-01 .2182E-02    0.0005 .1918E-06 .2045E-0
  246         0.04  0.000  0.122  0.1355    0.0000 .0000E+00 .0000E+00    0.3989 .1128E-01 .2126E-02    0.0006 .1996E-06 .1686E-0
  247         0.00  0.000  0.002  0.1352    0.0000 .0000E+00 .0000E+00    0.3641 .1029E-01 .1982E-02    0.0006 .2372E-06 .1837E-0
  248         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.3321 .9391E-02 .1847E-02    0.0007 .2734E-06 .1972E-0
  249         0.35  0.000  0.082  0.1797    0.0000 .0000E+00 .0000E+00    0.3029 .8564E-02 .1722E-02    0.0003 .1541E-06 .1569E-0
  250         0.00  0.000  0.155  0.1538    0.0000 .0000E+00 .0000E+00    0.2761 .7808E-02 .1604E-02    0.0007 .3270E-06 .2170E-0
  251         0.00  0.000  0.091  0.1386    0.0000 .0000E+00 .0000E+00    0.2517 .7116E-02 .1494E-02    0.0007 .3569E-06 .2265E-0
  252         0.00  0.000  0.016  0.1359    0.0000 .0000E+00 .0000E+00    0.2293 .6483E-02 .1392E-02    0.0008 .3841E-06 .2938E-0
  253         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.2088 .5904E-02 .1296E-02    0.0008 .4181E-06 .2437E-0
  254         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1901 .5374E-02 .1206E-02    0.0008 .4386E-06 .2496E-0
  255         0.33  0.000  0.059  0.1801    0.0000 .0000E+00 .0000E+00    0.1730 .4891E-02 .1122E-02    0.0008 .4563E-06 .2545E-0
  256         0.00  0.000  0.055  0.1709    0.0000 .0000E+00 .0000E+00    0.1573 .4449E-02 .1044E-02    0.0009 .4713E-06 .2587E-0
  257         0.01  0.000  0.069  0.1611    0.0000 .0000E+00 .0000E+00    0.1431 .4045E-02 .9711E-03    0.0004 .2418E-06 .1969E-0
  258         0.58  0.000  0.088  0.2431    0.0000 .0000E+00 .0000E+00    0.1300 .3676E-02 .9029E-03    0.0009 .4880E-06 .2640E-0
  259         0.00  0.000  0.138  0.2200    0.0000 .0000E+00 .0000E+00    0.1181 .3340E-02 .8392E-03    0.0009 .4964E-06 .2662E-0
  260         0.00  0.000  0.134  0.1977    0.0000 .0000E+00 .0000E+00    0.1073 .3033E-02 .7797E-03    0.0009 .5027E-06 .2679E-0
  261         0.00  0.000  0.103  0.1806    0.0000 .0000E+00 .0000E+00    0.0974 .2753E-02 .7243E-03    0.0009 .5070E-06 .2689E-0
  262         0.00  0.000  0.076  0.1679    0.0000 .0000E+00 .0000E+00    0.0883 .2498E-02 .6725E-03    0.0009 .5096E-06 .2696E-0
  263         0.00  0.000  0.074  0.1555    0.0000 .0000E+00 .0000E+00    0.0801 .2265E-02 .6242E-03    0.0009 .5105E-06 .2698E-0
  264         0.00  0.000  0.067  0.1443    0.0000 .0000E+00 .0000E+00    0.0726 .2053E-02 .5792E-03    0.0009 .5100E-06 .2696E-0
  265         0.00  0.000  0.043  0.1372    0.0000 .0000E+00 .0000E+00    0.0658 .1859E-02 .5372E-03    0.0009 .5081E-06 .3358E-0
  266         0.00  0.000  0.013  0.1350    0.0000 .0000E+00 .0000E+00    0.0595 .1683E-02 .4980E-03    0.0009 .5061E-06 .2680E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0539 .1523E-02 .4616E-03    0.0009 .5017E-06 .2668E-0
  268         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0487 .1378E-02 .4276E-03    0.0009 .4965E-06 .2654E-0
  269         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0440 .1245E-02 .3959E-03    0.0009 .4905E-06 .2638E-0
  270         1.30  0.095  0.069  0.3244    0.0000 .0000E+00 .0000E+00    0.0398 .1125E-02 .3664E-03    0.0004 .2441E-06 .1970E-0
  271         0.00  0.000  0.099  0.3044    0.5049 .0000E+00 .2102E-01    0.0568 .1605E-02 .4775E-03    0.0008 .4466E-06 .2503E-0
  272         0.00  0.000  0.111  0.2812    0.8239 .0000E+00 .2835E-01    0.1132 .3201E-02 .8105E-03    0.0008 .3514E-06 .2189E-0
  273         0.61  0.000  0.107  0.3604    0.7296 .0000E+00 .2814E-01    0.1763 .4984E-02 .1138E-02    0.0006 .2492E-06 .1837E-0
  274         0.11  0.000  0.126  0.3527    1.7776 .0000E+00 .3046E-01    0.2358 .6668E-02 .1421E-02    0.0005 .1737E-06 .1533E-0
  275         0.00  0.000  0.081  0.3342    1.7783 .0000E+00 .3046E-01    0.2940 .8313E-02 .1683E-02    0.0004 .1194E-06 .1268E-0
  276         0.00  0.000  0.085  0.3149    1.7149 .0000E+00 .3032E-01    0.3471 .9814E-02 .1911E-02    0.0004 .8106E-07 .1044E-0
  277         0.00  0.000  0.102  0.2929    1.5428 .0000E+00 .2994E-01    0.3951 .1117E-01 .2110E-02    0.0003 .5488E-07 .1064E-0
  278         0.00  0.000  0.064  0.2773    1.3699 .0000E+00 .2956E-01    0.4381 .1239E-01 .2284E-02    0.0002 .3147E-07 .6711E-0
  279         0.00  0.000  0.068  0.2611    1.2078 .0000E+00 .2920E-01    0.4765 .1347E-01 .2436E-02    0.0002 .2151E-07 .5555E-0
  280         0.00  0.000  0.067  0.2451    1.0366 .0000E+00 .2882E-01    0.5107 .1444E-01 .2569E-02    0.0001 .7132E-08 .3441E-0
  281         0.00  0.000  0.053  0.2315    0.8942 .0000E+00 .2851E-01    0.5411 .1530E-01 .2686E-02    0.0001 .1264E-07 .4116E-0
  282         0.00  0.000  0.062  0.2164    0.7550 .0000E+00 .2820E-01    0.5682 .1607E-01 .2788E-02    0.0001 .9406E-08 .3557E-0
  283         0.00  0.000  0.080  0.1984    0.6154 .0000E+00 .2789E-01    0.5922 .1675E-01 .2878E-02    0.0001 .7412E-08 .3166E-0
  284         0.00  0.000  0.086  0.1795    0.5475 .0000E+00 .2774E-01    0.6136 .1735E-01 .2958E-02    0.0001 .6572E-08 .3696E-0
  285         0.00  0.000  0.076  0.1623    0.3275 .0000E+00 .2726E-01    0.6325 .1788E-01 .3027E-02    0.0001 .5334E-08 .2790E-0
  286         0.06  0.000  0.071  0.1597    0.0169 .0000E+00 .4103E-02    0.6260 .1770E-01 .3003E-02    0.0001 .4204E-08 .2680E-0
  287         0.00  0.000  0.069  0.1482    0.0000 .0000E+00 .0000E+00    0.5787 .1636E-01 .2828E-02    0.0002 .1902E-07 .5405E-0
  288         0.00  0.000  0.073  0.1361    0.0000 .0000E+00 .0000E+00    0.5287 .1495E-01 .2638E-02    0.0002 .3995E-07 .7766E-0
  289         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.4830 .1366E-01 .2461E-02    0.0003 .6753E-07 .1263E-0
  290         0.42  0.000  0.048  0.1971    0.0000 .0000E+00 .0000E+00    0.4410 .1247E-01 .2296E-02    0.0004 .1088E-06 .1246E-0
  291         0.11  0.000  0.062  0.2051    0.0000 .0000E+00 .0000E+00    0.4026 .1138E-01 .2141E-02    0.0005 .1420E-06 .1422E-0
  292         0.00  0.000  0.051  0.1965    0.0000 .0000E+00 .0000E+00    0.3674 .1039E-01 .1996E-02    0.0005 .1755E-06 .1581E-0
  293         0.00  0.000  0.069  0.1850    0.0000 .0000E+00 .0000E+00    0.3352 .9478E-02 .1861E-02    0.0003 .1042E-06 .1292E-0
  294         0.34  0.000  0.074  0.2292    0.0000 .0000E+00 .0000E+00    0.3057 .8644E-02 .1734E-02    0.0006 .2286E-06 .2281E-0
  295         0.00  0.000  0.057  0.2198    0.0000 .0000E+00 .0000E+00    0.2787 .7881E-02 .1616E-02    0.0006 .2709E-06 .1962E-0
  296         0.04  0.000  0.061  0.2163    0.0000 .0000E+00 .0000E+00    0.2540 .7182E-02 .1505E-02    0.0007 .2991E-06 .2062E-0
  297         0.00  0.000  0.055  0.2072    0.0000 .0000E+00 .0000E+00    0.2314 .6544E-02 .1402E-02    0.0007 .3251E-06 .2149E-0
  298         0.00  0.000  0.063  0.1967    0.0000 .0000E+00 .0000E+00    0.2108 .5959E-02 .1305E-02    0.0007 .3487E-06 .2225E-0
  299         0.00  0.000  0.055  0.1876    0.0000 .0000E+00 .0000E+00    0.1919 .5425E-02 .1215E-02    0.0008 .3697E-06 .2292E-0
  300         0.00  0.000  0.051  0.1791    0.0000 .0000E+00 .0000E+00    0.1746 .4937E-02 .1131E-02    0.0008 .3883E-06 .2348E-0
  301         0.00  0.000  0.052  0.1703    0.0000 .0000E+00 .0000E+00    0.1588 .4491E-02 .1052E-02    0.0008 .4045E-06 .2397E-0
  302         0.00  0.000  0.065  0.1595    0.0000 .0000E+00 .0000E+00    0.1444 .4084E-02 .9782E-03    0.0008 .4183E-06 .2437E-0
  303         0.00  0.000  0.071  0.1477    0.0000 .0000E+00 .0000E+00    0.1313 .3712E-02 .9095E-03    0.0008 .4299E-06 .2470E-0
  304         0.18  0.000  0.071  0.1659    0.0000 .0000E+00 .0000E+00    0.1193 .3372E-02 .8454E-03    0.0008 .4393E-06 .2497E-0
  305         0.00  0.000  0.071  0.1541    0.0000 .0000E+00 .0000E+00    0.1083 .3063E-02 .7855E-03    0.0008 .4467E-06 .2518E-0
  306         0.00  0.000  0.041  0.1471    0.0000 .0000E+00 .0000E+00    0.0983 .2780E-02 .7297E-03    0.0004 .2280E-06 .1904E-0
  307         0.00  0.000  0.032  0.1417    0.0000 .0000E+00 .0000E+00    0.0892 .2522E-02 .6775E-03    0.0008 .4530E-06 .2542E-0
  308         0.00  0.000  0.028  0.1371    0.0000 .0000E+00 .0000E+00    0.0809 .2287E-02 .6289E-03    0.0008 .4558E-06 .2550E-0
  309         0.00  0.000  0.009  0.1355    0.0000 .0000E+00 .0000E+00    0.0733 .2073E-02 .5836E-03    0.0008 .4573E-06 .2553E-0
  310         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0664 .1878E-02 .5413E-03    0.0008 .4574E-06 .2553E-0
  311         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0601 .1700E-02 .5018E-03    0.0008 .4563E-06 .2550E-0
  312         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0544 .1539E-02 .4651E-03    0.0008 .4542E-06 .2544E-0
  313         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0492 .1392E-02 .4309E-03    0.0008 .4512E-06 .2535E-0
  314         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0445 .1258E-02 .3990E-03    0.0008 .4473E-06 .2524E-0
  315         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0402 .1136E-02 .3693E-03    0.0008 .4427E-06 .2510E-0
  316         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0363 .1026E-02 .3417E-03    0.0008 .4375E-06 .2495E-0
  317         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0327 .9257E-03 .3160E-03    0.0008 .4318E-06 .2479E-0
  318         0.30  0.000  0.032  0.1796    0.0000 .0000E+00 .0000E+00    0.0295 .8347E-03 .2920E-03    0.0008 .4255E-06 .3071E-0
  319         0.63  0.000  0.039  0.2781    0.0000 .0000E+00 .0000E+00    0.0266 .7521E-03 .2698E-03    0.0008 .4182E-06 .2436E-0
  320         1.45  0.294  0.065  0.4574    0.8667 .0000E+00 .1518E-01    0.0390 .1103E-02 .3586E-03    0.0008 .3754E-06 .2308E-0
  321         0.00  0.000  0.044  0.4439    4.6008 .0000E+00 .3670E-01    0.0960 .2714E-02 .7118E-03    0.0006 .2610E-06 .1925E-0
  322         0.00  0.000  0.041  0.4310    4.3839 .0000E+00 .3622E-01    0.1820 .5145E-02 .1165E-02    0.0005 .1495E-06 .1458E-0
  323         0.00  0.000  0.038  0.4188    4.1113 .0000E+00 .3562E-01    0.2591 .7327E-02 .1527E-02    0.0004 .8454E-07 .1097E-0
  324         0.00  0.000  0.037  0.4068    3.8641 .0000E+00 .3508E-01    0.3282 .9280E-02 .1830E-02    0.0003 .4574E-07 .8078E-0
  325         0.00  0.000  0.044  0.3938    3.6441 .0000E+00 .3459E-01    0.3901 .1103E-01 .2089E-02    0.0002 .2294E-07 .5729E-0
  326         0.00  0.000  0.046  0.3805    3.4185 .0000E+00 .3409E-01    0.4454 .1259E-01 .2313E-02    0.0001 .4824E-08 .2830E-0
  327         0.00  0.000  0.042  0.3679    3.1953 .0000E+00 .3360E-01    0.4949 .1399E-01 .2507E-02    0.0001 .6011E-08 .2659E-0



  328         0.03  0.000  0.058  0.3577    2.9804 .0000E+00 .3312E-01    0.5389 .1524E-01 .2677E-02    0.0001 .1798E-08 .1359E-0
  329         0.00  0.000  0.058  0.3426    2.8240 .0000E+00 .3278E-01    0.5781 .1635E-01 .2825E-02    0.0000 .2758E-09 .3668E-0
  330         0.00  0.000  0.046  0.3295    2.6624 .0000E+00 .3242E-01    0.6132 .1734E-01 .2956E-02    0.0000 .1799E-10 .7998E-0
  331         0.00  0.000  0.038  0.3177    2.4778 .0000E+00 .3201E-01    0.6443 .1822E-01 .3071E-02    0.0000 .0000E+00 .0000E+0
  332         0.71  0.006  0.047  0.4218    2.4313 .0000E+00 .3191E-01    0.6721 .1900E-01 .3172E-02    0.0000 .0000E+00 .0000E+0
  333  *      0.00  0.000  0.027  0.4116    3.6168 .0000E+00 .3453E-01    0.7001 .1979E-01 .3273E-02    0.0000 .0000E+00 .0000E+0
  334  *      0.00  0.000  0.028  0.4011    3.5563 .0000E+00 .3439E-01    0.7298 .2063E-01 .3380E-02    0.0000 .0000E+00 .0000E+0
  335         0.00  0.000  0.036  0.3895    3.3514 .0000E+00 .3394E-01    0.7563 .2139E-01 .3474E-02    0.0000 .0000E+00 .0000E+0
  336         0.01  0.000  0.037  0.3793    3.1597 .0000E+00 .3352E-01    0.7796 .2204E-01 .3556E-02    0.0000 .0000E+00 .0000E+0
  337  *      0.22  0.000  0.030  0.3771    3.0047 .0000E+00 .3318E-01    0.7998 .2262E-01 .3627E-02    0.0000 .0000E+00 .0000E+0
  338  *      0.24  0.000  0.000  0.3749    2.8524 .0000E+00 .3284E-01    0.8175 .2312E-01 .3689E-02    0.0000 .0000E+00 .0000E+0
  339  *      0.88  0.000  0.033  0.3727    2.7016 .0000E+00 .3251E-01    0.8329 .2355E-01 .3742E-02    0.0000 .0000E+00 .0000E+0
  340         0.00  0.000  0.037  0.3706    2.6237 .0000E+00 .3233E-01    0.8463 .2393E-01 .3789E-02    0.0000 .0000E+00 .0000E+0
  341  *      0.62  0.000  0.031  0.3686    2.5368 .0000E+00 .3214E-01    0.8581 .2426E-01 .3829E-02    0.0000 .0000E+00 .0000E+0
  342  *      0.00  0.000  0.032  0.3666    2.4094 .0000E+00 .3186E-01    0.8684 .2455E-01 .3865E-02    0.0000 .1647E-10 .1444E-0
  343  *      0.04  0.000  0.031  0.3646    2.3093 .0000E+00 .3164E-01    0.8771 .2480E-01 .3895E-02    0.0000 .3781E-09 .7542E-0
  344  *      0.00  0.000  0.035  0.3626    2.2419 .0000E+00 .3149E-01    0.8846 .2501E-01 .3920E-02    0.0000 .1545E-08 .1526E-0
  345  *      0.00  0.000  0.032  0.3607    2.1856 .0000E+00 .3136E-01    0.8912 .2520E-01 .3943E-02    0.0001 .3680E-08 .2339E-0
  346         0.00  0.000  0.038  0.3588    2.0692 .0000E+00 .3111E-01    0.8967 .2535E-01 .3962E-02    0.0001 .6916E-08 .3192E-0
  347         0.00  0.002  0.000  0.4457    2.8797 .0000E+00 .3290E-01    0.9031 .2554E-01 .3984E-02    0.0001 .1102E-07 .4017E-0
  348  *      0.00  0.000  0.036  0.4429    4.4192 .0000E+00 .3630E-01    0.9153 .2588E-01 .4025E-02    0.0001 .1487E-07 .4659E-0
  349  *      0.19  0.000  0.034  0.4402    4.3831 .0000E+00 .3622E-01    0.9319 .2635E-01 .4081E-02    0.0001 .9155E-08 .3777E-0
  350  *      0.00  0.000  0.031  0.4375    4.3086 .0000E+00 .3606E-01    0.9468 .2677E-01 .4132E-02    0.0002 .2211E-07 .5614E-0
  351         0.00  0.000  0.019  0.4617    4.4562 .0000E+00 .3638E-01    0.9606 .2716E-01 .4178E-02    0.0002 .2737E-07 .6251E-0
  352  *      0.00  0.000  0.035  0.4588    4.8691 .0000E+00 .3730E-01    0.9746 .2756E-01 .4225E-02    0.0002 .3345E-07 .6910E-0
  353  *      0.00  0.000  0.032  0.4559    4.8190 .0000E+00 .3719E-01    0.9889 .2796E-01 .4273E-02    0.0002 .4025E-07 .9624E-0
  354         0.00  0.000  0.036  0.4550    4.7412 .0000E+00 .3701E-01    1.0016 .2832E-01 .4315E-02    0.0003 .4981E-07 .8486E-0
  355         0.00  0.238  0.000  0.5010    5.4333 .0000E+00 .3854E-01    1.0145 .2869E-01 .4358E-02    0.0003 .5902E-07 .9232E-0
  356         0.00  0.004  0.044  0.4944    5.9313 .0000E+00 .3965E-01    1.0299 .2912E-01 .4409E-02    0.0002 .3196E-07 .7321E-0
  357         0.00  0.000  0.033  0.4824    5.6979 .0000E+00 .3913E-01    1.0453 .2956E-01 .4460E-02    0.0003 .7634E-07 .1043E-0
  358  *      0.00  0.000  0.030  0.4711    5.3859 .0000E+00 .3844E-01    1.0580 .2991E-01 .4502E-02    0.0004 .8798E-07 .1121E-0
  359  *      0.00  0.000  0.000  0.4648    5.1316 .0000E+00 .3788E-01    1.0679 .3019E-01 .4534E-02    0.0004 .1021E-06 .1209E-0
  360  *      0.00  0.000  0.000  0.4585    4.9577 .0000E+00 .3749E-01    1.0757 .3042E-01 .4560E-02    0.0004 .1187E-06 .1647E-0
  361  *  *   0.15  0.000  0.020  0.4534    1.9055 .0000E+00 .3075E-01    1.0756 .3041E-01 .4560E-02    0.0005 .1462E-06 .1449E-0
  362  *  *   0.05  0.000  0.020  0.4487    0.8093 .0000E+00 .2832E-01    1.0621 .3003E-01 .4515E-02    0.0005 .1807E-06 .1610E-0
  363  *  *   0.34  0.000  0.018  0.4440    0.6793 .0000E+00 .2803E-01    1.0456 .2957E-01 .4461E-02    0.0006 .2198E-06 .1775E-0
  364  *  *   0.00  0.000  0.025  0.4394    0.5506 .0000E+00 .2775E-01    1.0298 .2912E-01 .4409E-02    0.0006 .2604E-06 .1931E-0
  365  *  *   0.00  0.000  0.035  0.4348    0.4232 .0000E+00 .2747E-01    1.0144 .2868E-01 .4358E-02    0.0003 .1510E-06 .1550E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR    9
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    3.64    3.37    8.53    4.79    6.24    1.68
                                  5.42    5.39    3.22    1.26    3.12    2.74
 
 RUNOFF                           4.300   1.889   8.016   0.975   1.527   0.001
                                  0.398   0.317   0.095   0.000   0.300   0.245
 
 EVAPOTRANSPIRATION               0.668   0.853   1.402   3.441   5.166   1.335
                                  4.241   4.841   2.185   2.075   0.916   0.821
 
 PERCOLATION/LEAKAGE THROUGH      0.0939  0.0214  0.4529  0.7316  0.8537  0.0000
   LAYER  2                       0.4435  0.3804  0.1198  0.3525  0.4922  1.0507
 
 LATERAL DRAINAGE COLLECTED       0.2752  0.0406  0.1725  0.6712  0.7385  0.1611
   FROM LAYER  3                  0.1635  0.4273  0.1464  0.3282  0.2149  0.8271
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0533  0.0122  0.0352  0.1075  0.1168  0.0343
   LAYER  4                       0.0314  0.0752  0.0323  0.0617  0.0412  0.1276
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1436  0.0869  0.0412  0.0185  0.0664  0.1226
   LAYER  7                       0.0613  0.0437  0.0715  0.0417  0.0467  0.0207
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.002   0.000   1.305   2.330   2.585   0.000
   TOP OF LAYER  2                1.148   0.615   0.108   0.438   1.621   3.330
 
 STD. DEVIATION OF DAILY          0.002   0.001   2.092   1.959   2.156   0.000
   HEAD ON TOP OF LAYER  2        1.525   0.796   0.261   0.639   1.772   1.609
 
 AVERAGE DAILY HEAD ON            0.314   0.051   0.197   0.791   0.842   0.190
   TOP OF LAYER  4                0.187   0.488   0.173   0.374   0.253   0.944
 
 STD. DEVIATION OF DAILY          0.190   0.023   0.195   0.170   0.125   0.148
   HEAD ON TOP OF LAYER  4        0.240   0.236   0.118   0.165   0.252   0.096
 



 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.000   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.001   0.000   0.000   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR    9
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           49.40         448305.000    100.00
 
   RUNOFF                                  18.062        163917.187     36.56
 
   EVAPOTRANSPIRATION                      27.944        253588.422     56.57
 
   PERC./LEAKAGE THROUGH LAYER  2           4.992588      45307.730     10.11
 
   AVG. HEAD ON TOP OF LAYER  2             1.1235
 
   DRAINAGE COLLECTED FROM LAYER  3         4.1665        37811.023      8.43
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.728824       6614.080      1.48
 
   AVG. HEAD ON TOP OF LAYER  4             0.4003
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.446      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.764757       6940.167      1.55
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                 -1.538        -13953.193     -3.11
 
   SOIL WATER AT START OF YEAR            285.624       2592038.000
 
   SOIL WATER AT END OF YEAR              285.505       2590955.750
 
   SNOW WATER AT START OF YEAR              1.840         16697.238      3.72
 
   SNOW WATER AT END OF YEAR                0.422          3826.353      0.85
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.044      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   10
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1     *   0.00  0.000  0.041  0.4303    0.2971 .0000E+00 .2719E-01    0.9996 .2827E-01 .4309E-02    0.0007 .3315E-06 .2183E-0
    2  *  *   0.00  0.000  0.034  0.4258    0.1723 .0000E+00 .2691E-01    0.9853 .2786E-01 .4261E-02    0.0008 .3736E-06 .2316E-0
    3  *  *   0.00  0.000  0.029  0.4224    0.0487 .0000E+00 .2058E-01    0.9655 .2730E-01 .4194E-02    0.0008 .4196E-06 .2456E-0
    4  *  *   0.00  0.000  0.034  0.4224    0.0000 .0000E+00 .0000E+00    0.9166 .2592E-01 .4029E-02    0.0009 .4901E-06 .2664E-0
    5  *  *   0.00  0.000  0.028  0.4224    0.0000 .0000E+00 .0000E+00    0.8387 .2371E-01 .3762E-02    0.0010 .5997E-06 .2955E-0
    6  *  *   0.00  0.000  0.035  0.4224    0.0000 .0000E+00 .0000E+00    0.7671 .2169E-01 .3512E-02    0.0010 .7215E-06 .3234E-0
    7     *   0.00  0.079  0.025  0.4391    0.0000 .0000E+00 .0000E+00    0.7015 .1984E-01 .3279E-02    0.0011 .8359E-06 .3476E-0
    8     *   0.00  0.000  0.015  0.4391    0.0000 .0000E+00 .0000E+00    0.6414 .1813E-01 .3060E-02    0.0012 .9407E-06 .3683E-0
    9     *   0.46  0.350  0.010  0.4557    0.0000 .0000E+00 .0000E+00    0.5862 .1657E-01 .2856E-02    0.0013 .1034E-05 .3858E-0
   10     *   0.41  0.355  0.010  0.4631    0.0000 .0000E+00 .0000E+00    0.5356 .1514E-01 .2665E-02    0.0013 .1116E-05 .4004E-0
   11     *   0.11  0.090  0.010  0.4648    0.0000 .0000E+00 .0000E+00    0.4893 .1383E-01 .2486E-02    0.0013 .1186E-05 .4125E-0
   12     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.4468 .1263E-01 .2319E-02    0.0014 .1244E-05 .4222E-0
   13     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.4079 .1153E-01 .2162E-02    0.0014 .1291E-05 .4299E-0
   14  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3723 .1053E-01 .2016E-02    0.0014 .1328E-05 .4357E-0
   15  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3396 .9603E-02 .1879E-02    0.0014 .1354E-05 .4399E-0
   16  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3098 .8759E-02 .1752E-02    0.0014 .1364E-05 .5525E-0



   17     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2824 .7986E-02 .1632E-02    0.0015 .1393E-05 .4444E-0
   18     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2574 .7279E-02 .1520E-02    0.0015 .1394E-05 .4445E-0
   19  *  *   0.11  0.000  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.2345 .6632E-02 .1416E-02    0.0015 .1389E-05 .4437E-0
   20  *  *   0.39  0.000  0.023  0.4648    0.0000 .0000E+00 .0000E+00    0.2136 .6040E-02 .1319E-02    0.0015 .1378E-05 .4420E-0
   21  *  *   0.38  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1945 .5499E-02 .1227E-02    0.0015 .1363E-05 .4396E-0
   22  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.1770 .5004E-02 .1142E-02    0.0014 .1345E-05 .4366E-0
   23     *   0.00  0.016  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.1610 .4553E-02 .1063E-02    0.0014 .1323E-05 .4331E-0
   24  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.1464 .4140E-02 .9884E-03    0.0014 .1299E-05 .4291E-0
   25  *  *   0.00  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.1331 .3763E-02 .9191E-03    0.0007 .6363E-06 .3196E-0
   26     *   0.00  0.582  0.000  0.4654    0.0041 .0000E+00 .1061E-01    0.1315 .3717E-02 .9104E-03    0.0014 .1219E-05 .5198E-0
   27     *   0.47  0.497  0.000  0.4654    0.0049 .0000E+00 .1441E-01    0.1508 .4263E-02 .1011E-02    0.0013 .1098E-05 .3945E-0
   28     *   0.00  0.000  0.000  0.4648    0.0041 .0000E+00 .3580E-02    0.1638 .4630E-02 .1077E-02    0.0013 .1012E-05 .3788E-0
   29     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1547 .4374E-02 .1031E-02    0.0012 .9904E-06 .3748E-0
   30     *   0.34  0.326  0.009  0.4648    0.0033 .0000E+00 .5645E-02    0.1462 .4135E-02 .9876E-03    0.0012 .9683E-06 .3706E-0
   31     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1420 .4015E-02 .9656E-03    0.0012 .9366E-06 .3645E-0
   32     *   0.61  0.596  0.009  0.4648    0.0034 .0000E+00 .5938E-02    0.1349 .3816E-02 .9289E-03    0.0012 .9139E-06 .3600E-0
   33     *   0.20  0.186  0.008  0.4648    0.0032 .0000E+00 .5469E-02    0.1376 .3890E-02 .9427E-03    0.0012 .8677E-06 .3508E-0
   34     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1338 .3783E-02 .9228E-03    0.0011 .8407E-06 .3453E-0
   35  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1216 .3438E-02 .8578E-03    0.0011 .8363E-06 .3444E-0
   36     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1104 .3122E-02 .7971E-03    0.0011 .8296E-06 .3430E-0
   37     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1002 .2834E-02 .7405E-03    0.0011 .8209E-06 .3412E-0
   38  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0909 .2572E-02 .6876E-03    0.0011 .8106E-06 .3391E-0
   39  *  *   0.13  0.000  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.0825 .2332E-02 .6383E-03    0.0011 .7988E-06 .3366E-0
   40  *  *   0.28  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.0748 .2114E-02 .5923E-03    0.0011 .7859E-06 .3339E-0
   41     *   0.00  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.0677 .1915E-02 .5494E-03    0.0005 .3859E-06 .2489E-0
   42  *  *   0.01  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.0613 .1734E-02 .5095E-03    0.0011 .7544E-06 .4098E-0
   43  *  *   0.15  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0555 .1570E-02 .4722E-03    0.0011 .7418E-06 .3244E-0
   44     *   0.41  0.495  0.000  0.4654    0.0048 .0000E+00 .1083E-01    0.0610 .1724E-02 .5066E-03    0.0010 .6957E-06 .3141E-0
   45  *  *   0.06  0.000  0.038  0.4648    0.0042 .0000E+00 .3610E-02    0.0761 .2152E-02 .6005E-03    0.0005 .3141E-06 .2245E-0
   46  *  *   0.10  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.0748 .2114E-02 .5923E-03    0.0010 .6123E-06 .2948E-0
   47  *  *   0.13  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.0677 .1915E-02 .5494E-03    0.0010 .6011E-06 .2926E-0
   48     *   0.00  0.000  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.0613 .1734E-02 .5094E-03    0.0010 .5948E-06 .3631E-0
   49     *   0.00  0.439  0.021  0.4648    0.0000 .0000E+00 .0000E+00    0.0555 .1570E-02 .4722E-03    0.0010 .5874E-06 .2887E-0
   50     *   0.63  0.616  0.008  0.4648    0.0039 .0000E+00 .6781E-02    0.0569 .1610E-02 .4813E-03    0.0009 .5617E-06 .2823E-0
   51  *  *   0.12  0.000  0.054  0.4648    0.0000 .0000E+00 .0000E+00    0.0624 .1764E-02 .5161E-03    0.0009 .5278E-06 .2737E-0
   52  *  *   0.71  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.0565 .1597E-02 .4783E-03    0.0009 .5230E-06 .2724E-0
   53  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.0511 .1444E-02 .4432E-03    0.0004 .2587E-06 .2037E-0
   54  *  *   0.00  0.000  0.035  0.4648    0.0000 .0000E+00 .0000E+00    0.0462 .1306E-02 .4105E-03    0.0009 .5110E-06 .2697E-0
   55     *   0.00  0.402  0.000  0.4654    0.0048 .0000E+00 .1078E-01    0.0524 .1482E-02 .4514E-03    0.0009 .4879E-06 .2626E-0
   56     *   0.00  0.193  0.061  0.4648    0.0041 .0000E+00 .3594E-02    0.0683 .1930E-02 .5527E-03    0.0008 .4433E-06 .2495E-0
   57     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0676 .1911E-02 .5484E-03    0.0008 .4170E-06 .2433E-0
   58     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0612 .1730E-02 .5085E-03    0.0008 .4126E-06 .3028E-0
   59     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0554 .1566E-02 .4713E-03    0.0008 .4135E-06 .2423E-0
   60     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0501 .1416E-02 .4367E-03    0.0008 .4118E-06 .2418E-0
   61     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0453 .1280E-02 .4044E-03    0.0008 .4092E-06 .2410E-0
   62     *   0.75  0.735  0.007  0.4648    0.0043 .0000E+00 .7431E-02    0.0483 .1365E-02 .4244E-03    0.0008 .3895E-06 .2351E-0
   63  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0556 .1571E-02 .4724E-03    0.0004 .1824E-06 .1704E-0
   64     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0502 .1421E-02 .4377E-03    0.0007 .3606E-06 .2267E-0
   65         0.00  0.000  0.068  0.4488    3.7058 .0000E+00 .2809E-01    0.0733 .2073E-02 .5798E-03    0.0007 .3268E-06 .2136E-0
   66         1.12  0.689  0.079  0.5010    5.5167 .0000E+00 .3873E-01    0.1499 .4240E-02 .1004E-02    0.0006 .2323E-06 .1758E-0
   67         0.00  0.000  0.087  0.4799    5.7832 .0000E+00 .3932E-01    0.2376 .6717E-02 .1429E-02    0.0005 .1349E-06 .1325E-0
   68         0.00  0.000  0.085  0.4594    5.2331 .0000E+00 .3810E-01    0.3174 .8976E-02 .1784E-02    0.0003 .7166E-07 .9597E-0
   69         0.00  0.000  0.099  0.4367    4.7353 .0000E+00 .3700E-01    0.3875 .1096E-01 .2079E-02    0.0002 .3553E-07 .6699E-0
   70         0.00  0.000  0.096  0.4146    4.3033 .0000E+00 .3605E-01    0.4489 .1269E-01 .2327E-02    0.0002 .1612E-07 .5410E-0
   71         0.00  0.000  0.106  0.3911    3.8940 .0000E+00 .3514E-01    0.5027 .1421E-01 .2538E-02    0.0001 .3253E-08 .2177E-0
   72         1.51  0.731  0.083  0.5010    4.6763 .0000E+00 .3687E-01    0.5523 .1562E-01 .2728E-02    0.0000 .3886E-09 .7654E-0
   73         0.30  0.293  0.081  0.4820    5.8046 .0000E+00 .3937E-01    0.6030 .1705E-01 .2918E-02    0.0000 .0000E+00 .0000E+0
   74         0.00  0.000  0.110  0.4574    5.2495 .0000E+00 .3814E-01    0.6522 .1844E-01 .3100E-02    0.0000 .0000E+00 .0000E+0
   75         0.23  0.000  0.086  0.4752    4.9411 .0000E+00 .3746E-01    0.6948 .1964E-01 .3254E-02    0.0000 .0000E+00 .0000E+0
   76         0.00  0.000  0.108  0.4509    5.1101 .0000E+00 .3783E-01    0.7330 .2073E-01 .3391E-02    0.0000 .0000E+00 .0000E+0
   77         0.00  0.000  0.134  0.4225    4.5704 .0000E+00 .3664E-01    0.7675 .2170E-01 .3514E-02    0.0000 .0000E+00 .0000E+0
   78         0.00  0.000  0.106  0.3988    4.0763 .0000E+00 .3554E-01    0.7962 .2251E-01 .3614E-02    0.0000 .0000E+00 .0000E+0
   79         0.00  0.000  0.128  0.3716    3.7052 .0000E+00 .3472E-01    0.8199 .2318E-01 .3697E-02    0.0000 .0000E+00 .0000E+0
   80         0.18  0.000  0.102  0.3790    3.3710 .0000E+00 .3399E-01    0.8396 .2374E-01 .3765E-02    0.0000 .0000E+00 .0000E+0
   81         0.00  0.000  0.128  0.3521    3.0559 .0000E+00 .3329E-01    0.8558 .2420E-01 .3821E-02    0.0000 .0000E+00 .0000E+0
   82         0.00  0.000  0.137  0.3238    2.7724 .0000E+00 .3266E-01    0.8689 .2457E-01 .3866E-02    0.0000 .0000E+00 .0000E+0
   83         0.00  0.000  0.134  0.2961    2.5115 .0000E+00 .3208E-01    0.8793 .2486E-01 .3902E-02    0.0000 .0000E+00 .0000E+0
   84         0.00  0.000  0.103  0.2738    2.1435 .0000E+00 .3127E-01    0.8871 .2508E-01 .3929E-02    0.0000 .0000E+00 .0000E+0
   85         0.00  0.000  0.101  0.2519    1.8395 .0000E+00 .3060E-01    0.8923 .2523E-01 .3947E-02    0.0000 .0000E+00 .0000E+0
   86         0.51  0.000  0.107  0.3141    1.6276 .0000E+00 .3013E-01    0.8956 .2532E-01 .3958E-02    0.0000 .1810E-10 .1512E-0
   87         0.60  0.005  0.095  0.3925    1.6403 .0000E+00 .3016E-01    0.8978 .2539E-01 .3965E-02    0.0000 .6854E-09 .1020E-0
   88         0.13  0.000  0.094  0.3931    2.8096 .0000E+00 .3274E-01    0.9025 .2552E-01 .3981E-02    0.0001 .2463E-08 .1920E-0
   89         0.19  0.000  0.075  0.4069    2.8359 .0000E+00 .3280E-01    0.9110 .2576E-01 .4010E-02    0.0001 .4911E-08 .2697E-0
   90         1.27  0.574  0.094  0.5010    4.7255 .0000E+00 .3698E-01    0.9230 .2610E-01 .4051E-02    0.0001 .7701E-08 .3367E-0
   91         0.01  0.005  0.118  0.4756    5.7438 .0000E+00 .3923E-01    0.9431 .2667E-01 .4119E-02    0.0001 .9796E-08 .3793E-0
   92         1.02  0.731  0.097  0.5010    5.7459 .0000E+00 .3924E-01    0.9651 .2729E-01 .4193E-02    0.0001 .1197E-07 .4188E-0
   93         0.00  0.000  0.128  0.4731    5.7193 .0000E+00 .3918E-01    0.9852 .2786E-01 .4260E-02    0.0001 .1499E-07 .4683E-0
   94         0.00  0.000  0.113  0.4479    5.0312 .0000E+00 .3766E-01    1.0021 .2833E-01 .4317E-02    0.0002 .1937E-07 .5316E-0
   95         0.00  0.000  0.118  0.4221    4.5181 .0000E+00 .3652E-01    1.0140 .2867E-01 .4356E-02    0.0002 .2586E-07 .6135E-0
   96         0.00  0.000  0.094  0.4005    4.0642 .0000E+00 .3552E-01    1.0221 .2890E-01 .4383E-02    0.0002 .3463E-07 .7088E-0
   97         0.00  0.000  0.105  0.3772    3.7275 .0000E+00 .3477E-01    1.0272 .2904E-01 .4400E-02    0.0003 .4580E-07 .8142E-0
   98         0.00  0.000  0.137  0.3487    3.3904 .0000E+00 .3403E-01    1.0299 .2912E-01 .4409E-02    0.0002 .2969E-07 .6836E-0
   99         0.00  0.000  0.173  0.3143    2.9298 .0000E+00 .3301E-01    1.0302 .2913E-01 .4410E-02    0.0003 .7158E-07 .1016E-0
  100         0.00  0.000  0.133  0.2869    2.4935 .0000E+00 .3204E-01    1.0278 .2906E-01 .4402E-02    0.0004 .9010E-07 .1140E-0
  101         0.63  0.000  0.148  0.3620    2.0154 .0000E+00 .3099E-01    1.0231 .2893E-01 .4386E-02    0.0004 .1117E-06 .1269E-0
  102         0.04  0.000  0.132  0.3415    1.8132 .0000E+00 .3054E-01    1.0166 .2874E-01 .4365E-02    0.0005 .1391E-06 .1771E-0
  103         0.00  0.000  0.177  0.3070    1.7143 .0000E+00 .3032E-01    1.0097 .2855E-01 .4342E-02    0.0005 .1707E-06 .1565E-0
  104         0.06  0.000  0.159  0.2854    1.5777 .0000E+00 .3002E-01    1.0027 .2835E-01 .4319E-02    0.0006 .1996E-06 .1691E-0
  105         0.02  0.000  0.117  0.2644    1.3838 .0000E+00 .2959E-01    0.9954 .2814E-01 .4294E-02    0.0006 .2300E-06 .1815E-0
  106         0.59  0.000  0.126  0.3368    1.2326 .0000E+00 .2926E-01    0.9876 .2793E-01 .4268E-02    0.0006 .2617E-06 .1935E-0
  107         0.06  0.000  0.116  0.3226    1.0344 .0000E+00 .2882E-01    0.9795 .2770E-01 .4241E-02    0.0007 .2945E-06 .2052E-0
  108         0.25  0.000  0.111  0.3410    1.0611 .0000E+00 .2888E-01    0.9715 .2747E-01 .4214E-02    0.0007 .3279E-06 .2165E-0
  109         0.00  0.000  0.174  0.3071    1.3243 .0000E+00 .2946E-01    0.9647 .2728E-01 .4192E-02    0.0007 .3601E-06 .2268E-0
  110         0.00  0.000  0.184  0.2715    1.3110 .0000E+00 .2943E-01    0.9595 .2713E-01 .4174E-02    0.0008 .3910E-06 .2363E-0
  111         0.00  0.000  0.201  0.2333    1.0936 .0000E+00 .2895E-01    0.9541 .2698E-01 .4156E-02    0.0004 .2109E-06 .1834E-0
  112         0.00  0.000  0.202  0.1949    0.9045 .0000E+00 .2853E-01    0.9480 .2681E-01 .4136E-02    0.0008 .4446E-06 .2522E-0



  113         0.00  0.000  0.200  0.1581    0.4718 .0000E+00 .2086E-01    0.9341 .2641E-01 .4089E-02    0.0009 .4818E-06 .2627E-0
  114         0.00  0.000  0.138  0.1350    0.0000 .0000E+00 .0000E+00    0.8883 .2512E-01 .3933E-02    0.0009 .5477E-06 .2813E-0
  115         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.8127 .2298E-01 .3672E-02    0.0010 .6558E-06 .3087E-0
  116         0.04  0.000  0.011  0.1399    0.0000 .0000E+00 .0000E+00    0.7433 .2102E-01 .3428E-02    0.0011 .7759E-06 .3352E-0
  117         0.00  0.000  0.012  0.1378    0.0000 .0000E+00 .0000E+00    0.6797 .1922E-01 .3200E-02    0.0012 .8875E-06 .3580E-0
  118         0.00  0.000  0.012  0.1359    0.0000 .0000E+00 .0000E+00    0.6213 .1757E-01 .2986E-02    0.0012 .9885E-06 .3774E-0
  119         0.39  0.000  0.026  0.1966    0.0000 .0000E+00 .0000E+00    0.5678 .1606E-01 .2787E-02    0.0013 .1078E-05 .3937E-0
  120         0.00  0.000  0.028  0.1920    0.0000 .0000E+00 .0000E+00    0.5188 .1467E-01 .2600E-02    0.0013 .1155E-05 .4073E-0
  121         0.00  0.000  0.033  0.1865    0.0000 .0000E+00 .0000E+00    0.4738 .1340E-01 .2425E-02    0.0014 .1221E-05 .4184E-0
  122         0.25  0.000  0.038  0.2218    0.0000 .0000E+00 .0000E+00    0.4327 .1223E-01 .2262E-02    0.0014 .1275E-05 .4273E-0
  123         0.40  0.000  0.036  0.2824    0.0000 .0000E+00 .0000E+00    0.3950 .1117E-01 .2109E-02    0.0014 .1317E-05 .4342E-0
  124         0.00  0.000  0.175  0.2533    0.0000 .0000E+00 .0000E+00    0.3604 .1019E-01 .1967E-02    0.0014 .1342E-05 .5485E-0
  125         0.17  0.000  0.136  0.2589    0.0000 .0000E+00 .0000E+00    0.3288 .9296E-02 .1833E-02    0.0015 .1388E-05 .4436E-0
  126         0.00  0.000  0.165  0.2314    0.0000 .0000E+00 .0000E+00    0.2998 .8478E-02 .1708E-02    0.0015 .1400E-05 .4455E-0
  127         0.00  0.000  0.169  0.2032    0.0000 .0000E+00 .0000E+00    0.2733 .7729E-02 .1592E-02    0.0015 .1404E-05 .4461E-0
  128         0.00  0.000  0.086  0.1888    0.0000 .0000E+00 .0000E+00    0.2491 .7043E-02 .1483E-02    0.0015 .1402E-05 .4458E-0
  129         0.00  0.000  0.067  0.1777    0.0000 .0000E+00 .0000E+00    0.2269 .6416E-02 .1381E-02    0.0007 .6971E-06 .3345E-0
  130         1.28  0.091  0.062  0.3655    0.0000 .0000E+00 .0000E+00    0.2067 .5843E-02 .1286E-02    0.0015 .1378E-05 .4431E-0
  131         0.07  0.000  0.188  0.3408    1.6646 .0000E+00 .3021E-01    0.2181 .6168E-02 .1339E-02    0.0014 .1309E-05 .4302E-0
  132         2.00  0.862  0.143  0.5010    3.5347 .0000E+00 .3435E-01    0.2813 .7953E-02 .1626E-02    0.0013 .1135E-05 .4937E-0
  133         0.00  0.000  0.199  0.4614    5.6030 .0000E+00 .3892E-01    0.3502 .9903E-02 .1924E-02    0.0012 .8710E-06 .3516E-0
  134         0.86  0.439  0.144  0.5010    5.5312 .0000E+00 .3876E-01    0.4206 .1189E-01 .2213E-02    0.0005 .3583E-06 .2390E-0
  135         0.23  0.225  0.201  0.4618    5.6074 .0000E+00 .3893E-01    0.4849 .1371E-01 .2469E-02    0.0010 .6347E-06 .2970E-0
  136         0.17  0.000  0.216  0.4479    4.7547 .0000E+00 .3704E-01    0.5422 .1533E-01 .2690E-02    0.0009 .5348E-06 .2729E-0
  137         0.61  0.077  0.220  0.4940    4.9565 .0000E+00 .3749E-01    0.5922 .1674E-01 .2878E-02    0.0009 .4608E-06 .2536E-0
  138         0.16  0.014  0.211  0.4767    5.6051 .0000E+00 .3892E-01    0.6401 .1810E-01 .3056E-02    0.0008 .4030E-06 .2373E-0
  139         0.00  0.000  0.212  0.4352    4.9475 .0000E+00 .3747E-01    0.6849 .1937E-01 .3219E-02    0.0007 .3568E-06 .2234E-0
  140         0.00  0.000  0.259  0.3861    4.1183 .0000E+00 .3564E-01    0.7218 .2041E-01 .3352E-02    0.0007 .3236E-06 .2131E-0
  141         0.60  0.010  0.139  0.4555    3.7590 .0000E+00 .3484E-01    0.7520 .2126E-01 .3459E-02    0.0007 .3023E-06 .2063E-0
  142         0.15  0.000  0.140  0.4511    4.5985 .0000E+00 .3670E-01    0.7802 .2206E-01 .3558E-02    0.0007 .2876E-06 .2013E-0
  143         0.00  0.000  0.249  0.4036    4.1939 .0000E+00 .3580E-01    0.8081 .2285E-01 .3656E-02    0.0007 .2759E-06 .1973E-0
  144         0.00  0.000  0.273  0.3525    3.5373 .0000E+00 .3435E-01    0.8309 .2349E-01 .3735E-02    0.0007 .2715E-06 .2444E-0
  145         0.10  0.000  0.194  0.3313    2.9713 .0000E+00 .3310E-01    0.8482 .2398E-01 .3795E-02    0.0006 .2675E-06 .1955E-0
  146         0.06  0.000  0.223  0.2987    2.5467 .0000E+00 .3216E-01    0.8611 .2435E-01 .3840E-02    0.0006 .2742E-06 .1979E-0
  147         0.00  0.000  0.234  0.2546    1.9717 .0000E+00 .3089E-01    0.8702 .2461E-01 .3871E-02    0.0007 .2850E-06 .2018E-0
  148         0.00  0.000  0.233  0.2109    1.3746 .0000E+00 .2957E-01    0.8752 .2475E-01 .3888E-02    0.0003 .1475E-06 .1546E-0
  149         0.00  0.000  0.231  0.1678    0.7056 .0000E+00 .2809E-01    0.8761 .2477E-01 .3891E-02    0.0007 .3147E-06 .2119E-0
  150         0.00  0.000  0.196  0.1350    0.0542 .0000E+00 .0000E+00    0.8467 .2394E-01 .3790E-02    0.0007 .3540E-06 .2260E-0
  151         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7745 .2190E-01 .3538E-02    0.0008 .4372E-06 .2526E-0
  152         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7083 .2003E-01 .3303E-02    0.0009 .5386E-06 .2797E-0
  153         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6476 .1831E-01 .3083E-02    0.0010 .6359E-06 .3034E-0
  154         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5919 .1674E-01 .2877E-02    0.0011 .7267E-06 .3239E-0
  155         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.5409 .1529E-01 .2684E-02    0.0011 .8078E-06 .4277E-0
  156         0.23  0.000  0.030  0.1683    0.0000 .0000E+00 .0000E+00    0.4941 .1397E-01 .2504E-02    0.0012 .9124E-06 .3600E-0
  157         0.60  0.000  0.046  0.2606    0.0000 .0000E+00 .0000E+00    0.4512 .1276E-01 .2336E-02    0.0012 .9746E-06 .3720E-0
  158         0.00  0.000  0.231  0.2222    0.0000 .0000E+00 .0000E+00    0.4119 .1165E-01 .2179E-02    0.0013 .1027E-05 .3819E-0
  159         0.00  0.000  0.060  0.2121    0.0000 .0000E+00 .0000E+00    0.3760 .1063E-01 .2031E-02    0.0006 .5356E-06 .2931E-0
  160         0.00  0.000  0.064  0.2015    0.0000 .0000E+00 .0000E+00    0.3430 .9699E-02 .1894E-02    0.0013 .1088E-05 .3947E-0
  161         0.05  0.000  0.068  0.1986    0.0000 .0000E+00 .0000E+00    0.3129 .8846E-02 .1765E-02    0.0013 .1118E-05 .3998E-0
  162         0.00  0.000  0.063  0.1882    0.0000 .0000E+00 .0000E+00    0.2853 .8066E-02 .1645E-02    0.0013 .1134E-05 .5039E-0
  163         0.00  0.000  0.069  0.1766    0.0000 .0000E+00 .0000E+00    0.2600 .7352E-02 .1532E-02    0.0013 .1166E-05 .4067E-0
  164         0.00  0.000  0.071  0.1648    0.0000 .0000E+00 .0000E+00    0.2369 .6699E-02 .1427E-02    0.0013 .1173E-05 .4079E-0
  165         0.05  0.000  0.065  0.1624    0.0000 .0000E+00 .0000E+00    0.2158 .6101E-02 .1329E-02    0.0007 .5943E-06 .3070E-0
  166         0.00  0.000  0.068  0.1511    0.0000 .0000E+00 .0000E+00    0.1965 .5555E-02 .1237E-02    0.0013 .1166E-05 .4077E-0
  167         0.00  0.000  0.071  0.1393    0.0000 .0000E+00 .0000E+00    0.1788 .5056E-02 .1151E-02    0.0013 .1160E-05 .4066E-0
  168         0.00  0.000  0.025  0.1352    0.0000 .0000E+00 .0000E+00    0.1627 .4599E-02 .1071E-02    0.0013 .1150E-05 .4048E-0
  169         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1479 .4183E-02 .9962E-03    0.0013 .1137E-05 .4025E-0
  170         0.05  0.000  0.015  0.1409    0.0000 .0000E+00 .0000E+00    0.1345 .3802E-02 .9263E-03    0.0013 .1122E-05 .4985E-0
  171         0.00  0.000  0.024  0.1368    0.0000 .0000E+00 .0000E+00    0.1222 .3455E-02 .8611E-03    0.0013 .1104E-05 .3956E-0
  172         0.00  0.000  0.008  0.1355    0.0000 .0000E+00 .0000E+00    0.1110 .3138E-02 .8002E-03    0.0013 .1083E-05 .3919E-0
  173         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1007 .2848E-02 .7433E-03    0.0006 .5307E-06 .2919E-0
  174         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0914 .2585E-02 .6903E-03    0.0013 .1041E-05 .3847E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0829 .2344E-02 .6408E-03    0.0013 .1017E-05 .3804E-0
  176         0.37  0.000  0.037  0.1904    0.0000 .0000E+00 .0000E+00    0.0751 .2125E-02 .5946E-03    0.0012 .9930E-06 .3758E-0
  177         0.00  0.000  0.058  0.1808    0.0000 .0000E+00 .0000E+00    0.0681 .1925E-02 .5516E-03    0.0012 .9626E-06 .4627E-0
  178         0.00  0.000  0.077  0.1679    0.0000 .0000E+00 .0000E+00    0.0617 .1743E-02 .5115E-03    0.0012 .9399E-06 .3651E-0
  179         0.00  0.000  0.082  0.1543    0.0000 .0000E+00 .0000E+00    0.0558 .1578E-02 .4741E-03    0.0006 .4628E-06 .2709E-0
  180         0.02  0.000  0.095  0.1418    0.0000 .0000E+00 .0000E+00    0.0505 .1427E-02 .4392E-03    0.0012 .8934E-06 .3563E-0
  181         0.21  0.000  0.072  0.1649    0.0000 .0000E+00 .0000E+00    0.0456 .1290E-02 .4068E-03    0.0012 .8684E-06 .3513E-0
  182         0.00  0.000  0.048  0.1569    0.0000 .0000E+00 .0000E+00    0.0412 .1166E-02 .3766E-03    0.0011 .8437E-06 .3463E-0
  183         0.00  0.000  0.059  0.1471    0.0000 .0000E+00 .0000E+00    0.0372 .1053E-02 .3484E-03    0.0011 .8192E-06 .3412E-0
  184         0.11  0.000  0.088  0.1507    0.0000 .0000E+00 .0000E+00    0.0336 .9500E-03 .3222E-03    0.0011 .7952E-06 .3361E-0
  185         0.00  0.000  0.067  0.1396    0.0000 .0000E+00 .0000E+00    0.0303 .8567E-03 .2979E-03    0.0011 .7715E-06 .3311E-0
  186         0.00  0.000  0.021  0.1361    0.0000 .0000E+00 .0000E+00    0.0273 .7721E-03 .2752E-03    0.0011 .7483E-06 .3261E-0
  187         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.0246 .6953E-03 .2541E-03    0.0011 .7257E-06 .3211E-0
  188         0.27  0.000  0.058  0.1706    0.0000 .0000E+00 .0000E+00    0.0221 .6257E-03 .2346E-03    0.0010 .7035E-06 .3161E-0
  189         0.00  0.000  0.085  0.1564    0.0000 .0000E+00 .0000E+00    0.0199 .5627E-03 .2164E-03    0.0010 .6819E-06 .3112E-0
  190         0.00  0.000  0.088  0.1418    0.0000 .0000E+00 .0000E+00    0.0179 .5056E-03 .1995E-03    0.0010 .6609E-06 .3064E-0
  191         0.00  0.000  0.036  0.1359    0.0000 .0000E+00 .0000E+00    0.0161 .4540E-03 .1838E-03    0.0010 .6404E-06 .3016E-0
  192         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0144 .4073E-03 .1692E-03    0.0010 .6206E-06 .2969E-0
  193         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0129 .3651E-03 .1557E-03    0.0010 .6013E-06 .2922E-0
  194         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0116 .3270E-03 .1432E-03    0.0010 .5826E-06 .2877E-0
  195         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0103 .2926E-03 .1316E-03    0.0009 .5645E-06 .2832E-0
  196         0.21  0.000  0.058  0.1603    0.0000 .0000E+00 .0000E+00    0.0093 .2616E-03 .1208E-03    0.0009 .5470E-06 .3476E-0
  197         0.26  0.000  0.100  0.1871    0.0000 .0000E+00 .0000E+00    0.0083 .2336E-03 .1109E-03    0.0009 .5264E-06 .2733E-0
  198         0.00  0.000  0.197  0.1542    0.0000 .0000E+00 .0000E+00    0.0074 .2084E-03 .1017E-03    0.0009 .5101E-06 .2690E-0
  199         0.00  0.000  0.102  0.1373    0.0000 .0000E+00 .0000E+00    0.0066 .1857E-03 .9316E-04    0.0009 .4944E-06 .2649E-0
  200         0.19  0.000  0.098  0.1526    0.0000 .0000E+00 .0000E+00    0.0058 .1654E-03 .8528E-04    0.0009 .4792E-06 .2607E-0
  201         0.37  0.000  0.082  0.2006    0.0000 .0000E+00 .0000E+00    0.0052 .1471E-03 .7801E-04    0.0008 .4645E-06 .2567E-0
  202         0.00  0.000  0.215  0.1647    0.0000 .0000E+00 .0000E+00    0.0046 .1306E-03 .7129E-04    0.0008 .4503E-06 .2528E-0
  203         0.14  0.000  0.162  0.1611    0.0000 .0000E+00 .0000E+00    0.0041 .1159E-03 .6509E-04    0.0004 .2202E-06 .1871E-0
  204         0.00  0.000  0.119  0.1413    0.0000 .0000E+00 .0000E+00    0.0036 .1027E-03 .5937E-04    0.0008 .4264E-06 .2461E-0
  205         0.00  0.000  0.029  0.1364    0.0000 .0000E+00 .0000E+00    0.0032 .9086E-04 .5410E-04    0.0008 .4135E-06 .2423E-0
  206         0.00  0.000  0.006  0.1354    0.0000 .0000E+00 .0000E+00    0.0028 .8029E-04 .4925E-04    0.0008 .4012E-06 .2977E-0
  207         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0025 .7085E-04 .4478E-04    0.0008 .3865E-06 .2342E-0
  208         0.08  0.000  0.027  0.1439    0.0000 .0000E+00 .0000E+00    0.0022 .6243E-04 .4067E-04    0.0004 .1891E-06 .1734E-0



  209         0.56  0.000  0.085  0.2231    0.0000 .0000E+00 .0000E+00    0.0019 .5492E-04 .3690E-04    0.0008 .3666E-06 .2281E-0
  210         0.00  0.000  0.210  0.1882    0.0000 .0000E+00 .0000E+00    0.0017 .4824E-04 .3344E-04    0.0007 .3559E-06 .2248E-0
  211         0.00  0.000  0.250  0.1465    0.0000 .0000E+00 .0000E+00    0.0015 .4229E-04 .3026E-04    0.0007 .3455E-06 .2215E-0
  212         0.00  0.000  0.057  0.1370    0.0000 .0000E+00 .0000E+00    0.0013 .3702E-04 .2735E-04    0.0007 .3356E-06 .2183E-0
  213         0.00  0.000  0.012  0.1350    0.0000 .0000E+00 .0000E+00    0.0011 .3234E-04 .2468E-04    0.0007 .3260E-06 .2151E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0010 .2820E-04 .2225E-04    0.0007 .3167E-06 .2121E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0009 .2453E-04 .2006E-04    0.0007 .3077E-06 .2090E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0008 .2130E-04 .1795E-04    0.0007 .2991E-06 .2061E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0007 .1845E-04 .1610E-04    0.0007 .2908E-06 .2032E-0
  218         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0006 .1595E-04 .1442E-04    0.0007 .2828E-06 .2500E-0
  219         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0005 .1375E-04 .1288E-04    0.0007 .2732E-06 .1969E-0
  220         0.66  0.000  0.091  0.2298    0.0000 .0000E+00 .0000E+00    0.0004 .1182E-04 .1149E-04    0.0006 .2658E-06 .1943E-0
  221         0.55  0.001  0.119  0.3015    0.0000 .0000E+00 .0000E+00    0.0004 .1014E-04 .1022E-04    0.0006 .2586E-06 .1916E-0
  222         0.00  0.000  0.189  0.2688    0.0113 .0000E+00 .6658E-02    0.0069 .1949E-03 .9049E-04    0.0006 .2308E-06 .1810E-0
  223         0.38  0.000  0.190  0.2961    0.0853 .0000E+00 .2672E-01    0.0433 .1224E-02 .3832E-03    0.0005 .1579E-06 .1498E-0
  224         0.79  0.034  0.166  0.3895    0.8973 .0000E+00 .2852E-01    0.1102 .3117E-02 .7941E-03    0.0004 .8161E-07 .1077E-0
  225         0.00  0.000  0.253  0.3421    2.5337 .0000E+00 .3213E-01    0.1778 .5027E-02 .1145E-02    0.0002 .3716E-07 .7274E-0
  226         0.00  0.000  0.249  0.2953    2.2098 .0000E+00 .3142E-01    0.2446 .6915E-02 .1461E-02    0.0001 .6097E-08 .3144E-0
  227         0.00  0.000  0.273  0.2448    1.8547 .0000E+00 .3063E-01    0.3037 .8587E-02 .1725E-02    0.0001 .5521E-08 .2364E-0
  228         0.25  0.000  0.184  0.2509    1.4267 .0000E+00 .2969E-01    0.3556 .1006E-01 .1947E-02    0.0000 .5946E-09 .4598E-0
  229         0.83  0.019  0.166  0.3536    0.9868 .0000E+00 .2871E-01    0.4007 .1133E-01 .2133E-02    0.0000 .0000E+00 .0000E+0
  230         0.00  0.000  0.223  0.3116    1.2231 .0000E+00 .2924E-01    0.4409 .1247E-01 .2295E-02    0.0000 .0000E+00 .0000E+0
  231         0.00  0.000  0.243  0.2663    1.2665 .0000E+00 .2933E-01    0.4786 .1353E-01 .2444E-02    0.0000 .0000E+00 .0000E+0
  232         0.00  0.000  0.243  0.2211    1.0068 .0000E+00 .2876E-01    0.5128 .1450E-01 .2577E-02    0.0000 .0000E+00 .0000E+0
  233         0.00  0.000  0.274  0.1707    0.6583 .0000E+00 .2799E-01    0.5424 .1534E-01 .2691E-02    0.0000 .0000E+00 .0000E+0
  234         2.15  0.454  0.193  0.4166    0.2271 .0000E+00 .2703E-01    0.5674 .1604E-01 .2785E-02    0.0000 .0000E+00 .0000E+0
  235         0.00  0.000  0.210  0.3761    2.9136 .0000E+00 .3297E-01    0.5947 .1681E-01 .2887E-02    0.0000 .0000E+00 .0000E+0
  236         0.00  0.000  0.225  0.3330    3.1865 .0000E+00 .3358E-01    0.6298 .1781E-01 .3018E-02    0.0000 .0000E+00 .0000E+0
  237         0.00  0.000  0.231  0.2892    2.5947 .0000E+00 .3227E-01    0.6617 .1871E-01 .3135E-02    0.0000 .0000E+00 .0000E+0
  238         0.00  0.000  0.247  0.2430    1.8978 .0000E+00 .3073E-01    0.6873 .1943E-01 .3227E-02    0.0000 .0000E+00 .0000E+0
  239         0.00  0.000  0.213  0.2026    1.2190 .0000E+00 .2923E-01    0.7068 .1999E-01 .3298E-02    0.0000 .0000E+00 .0000E+0
  240         0.04  0.000  0.154  0.1788    0.7063 .0000E+00 .2809E-01    0.7212 .2039E-01 .3349E-02    0.0000 .0000E+00 .0000E+0
  241         0.00  0.000  0.198  0.1445    0.1770 .0000E+00 .7816E-02    0.7123 .2014E-01 .3317E-02    0.0000 .0000E+00 .0000E+0
  242         0.00  0.000  0.055  0.1352    0.0000 .0000E+00 .0000E+00    0.6639 .1877E-01 .3142E-02    0.0000 .0000E+00 .0000E+0
  243         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.6068 .1716E-01 .2933E-02    0.0000 .0000E+00 .0000E+0
  244         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5545 .1568E-01 .2736E-02    0.0000 .0000E+00 .0000E+0
  245         0.52  0.000  0.071  0.2099    0.0000 .0000E+00 .0000E+00    0.5066 .1432E-01 .2553E-02    0.0001 .2114E-08 .1759E-0
  246         0.00  0.000  0.131  0.1881    0.0000 .0000E+00 .0000E+00    0.4627 .1308E-01 .2381E-02    0.0001 .1056E-07 .3900E-0
  247         0.00  0.000  0.138  0.1651    0.0000 .0000E+00 .0000E+00    0.4224 .1194E-01 .2221E-02    0.0002 .2399E-07 .5861E-0
  248         0.00  0.000  0.150  0.1402    0.0000 .0000E+00 .0000E+00    0.3856 .1090E-01 .2071E-02    0.0003 .4100E-07 .7653E-0
  249         0.07  0.000  0.055  0.1427    0.0000 .0000E+00 .0000E+00    0.3518 .9948E-02 .1931E-02    0.0002 .2991E-07 .6947E-0
  250         0.00  0.000  0.035  0.1368    0.0000 .0000E+00 .0000E+00    0.3209 .9074E-02 .1800E-02    0.0003 .7376E-07 .1041E-0
  251         0.00  0.000  0.009  0.1353    0.0000 .0000E+00 .0000E+00    0.2926 .8275E-02 .1677E-02    0.0004 .9517E-07 .1179E-0
  252         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.2668 .7543E-02 .1562E-02    0.0004 .1169E-06 .1304E-0
  253         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2431 .6873E-02 .1455E-02    0.0005 .1384E-06 .1416E-0
  254         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2214 .6261E-02 .1355E-02    0.0005 .1593E-06 .1517E-0
  255         0.08  0.000  0.032  0.1431    0.0000 .0000E+00 .0000E+00    0.2016 .5701E-02 .1262E-02    0.0005 .1790E-06 .2014E-0
  256         4.02  1.777  0.095  0.5010    0.0000 .0000E+00 .0000E+00    0.1835 .5189E-02 .1174E-02    0.0006 .2051E-06 .1707E-0
  257         0.04  0.000  0.121  0.4810    5.8251 .0000E+00 .3941E-01    0.2061 .5828E-02 .1282E-02    0.0005 .1782E-06 .1592E-0
  258         0.00  0.000  0.205  0.4405    5.1183 .0000E+00 .3785E-01    0.2886 .8159E-02 .1658E-02    0.0004 .1039E-06 .1216E-0
  259         0.00  0.000  0.151  0.4092    4.3904 .0000E+00 .3624E-01    0.3599 .1018E-01 .1964E-02    0.0003 .6006E-07 .9256E-0
  260         0.00  0.000  0.165  0.3760    3.8540 .0000E+00 .3505E-01    0.4214 .1192E-01 .2217E-02    0.0001 .1671E-07 .5215E-0
  261         0.32  0.000  0.115  0.4045    3.4796 .0000E+00 .3423E-01    0.4750 .1343E-01 .2430E-02    0.0002 .2467E-07 .5649E-0
  262         0.00  0.000  0.107  0.3810    3.2446 .0000E+00 .3371E-01    0.5223 .1477E-01 .2613E-02    0.0002 .1349E-07 .4153E-0
  263         0.00  0.000  0.092  0.3602    2.9711 .0000E+00 .3310E-01    0.5642 .1595E-01 .2773E-02    0.0001 .7077E-08 .2982E-0
  264         0.57  0.001  0.103  0.4324    2.9587 .0000E+00 .3307E-01    0.6016 .1701E-01 .2913E-02    0.0001 .3523E-08 .2602E-0
  265         0.08  0.000  0.131  0.4179    3.9344 .0000E+00 .3523E-01    0.6379 .1804E-01 .3048E-02    0.0000 .8760E-09 .1146E-0
  266         0.00  0.000  0.112  0.3935    3.6754 .0000E+00 .3466E-01    0.6742 .1906E-01 .3180E-02    0.0000 .1633E-09 .4950E-0
  267         0.00  0.000  0.104  0.3705    3.3559 .0000E+00 .3395E-01    0.7058 .1996E-01 .3294E-02    0.0000 .1601E-10 .1327E-0
  268         0.00  0.000  0.109  0.3468    3.0452 .0000E+00 .3326E-01    0.7330 .2072E-01 .3391E-02    0.0000 .0000E+00 .0000E+0
  269         0.00  0.000  0.117  0.3219    2.7864 .0000E+00 .3269E-01    0.7562 .2138E-01 .3474E-02    0.0000 .5114E-11 .4265E-0
  270         0.00  0.000  0.109  0.2984    2.5432 .0000E+00 .3216E-01    0.7761 .2194E-01 .3544E-02    0.0000 .1253E-10 .1471E-0
  271         0.00  0.000  0.119  0.2733    2.1658 .0000E+00 .3132E-01    0.7926 .2241E-01 .3602E-02    0.0000 .1814E-10 .1446E-0
  272         0.00  0.000  0.090  0.2533    1.8378 .0000E+00 .3060E-01    0.8057 .2278E-01 .3648E-02    0.0000 .2673E-09 .6160E-0
  273         0.03  0.000  0.071  0.2413    1.6536 .0000E+00 .3019E-01    0.8161 .2308E-01 .3684E-02    0.0000 .8960E-09 .1138E-0
  274         0.00  0.000  0.082  0.2227    1.3452 .0000E+00 .2951E-01    0.8244 .2331E-01 .3713E-02    0.0001 .2120E-08 .1755E-0
  275         0.00  0.000  0.078  0.2049    0.9550 .0000E+00 .2864E-01    0.8300 .2347E-01 .3732E-02    0.0001 .4184E-08 .2469E-0
  276         0.00  0.000  0.096  0.1842    0.7877 .0000E+00 .2827E-01    0.8334 .2356E-01 .3744E-02    0.0001 .7328E-08 .3267E-0
  277         0.00  0.000  0.078  0.1667    0.4919 .0000E+00 .2762E-01    0.8352 .2362E-01 .3750E-02    0.0001 .1169E-07 .4123E-0
  278         0.00  0.000  0.103  0.1484    0.0575 .0000E+00 .6738E-02    0.8152 .2305E-01 .3681E-02    0.0002 .2069E-07 .5549E-0
  279         0.00  0.000  0.080  0.1350    0.0000 .0000E+00 .0000E+00    0.7564 .2139E-01 .3474E-02    0.0002 .4344E-07 .8118E-0
  280         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6917 .1956E-01 .3243E-02    0.0003 .8192E-07 .1108E-0
  281         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6323 .1788E-01 .3027E-02    0.0004 .1297E-06 .1386E-0
  282         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5779 .1634E-01 .2825E-02    0.0005 .1821E-06 .1635E-0
  283         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5280 .1493E-01 .2636E-02    0.0006 .2366E-06 .1858E-0
  284         0.02  0.000  0.018  0.1354    0.0000 .0000E+00 .0000E+00    0.4823 .1364E-01 .2459E-02    0.0007 .2912E-06 .2057E-0
  285         0.01  0.000  0.011  0.1352    0.0000 .0000E+00 .0000E+00    0.4404 .1245E-01 .2293E-02    0.0007 .3445E-06 .2234E-0
  286         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.4021 .1137E-01 .2139E-02    0.0008 .3952E-06 .2389E-0
  287         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3669 .1038E-01 .1994E-02    0.0008 .4425E-06 .2526E-0
  288         0.07  0.000  0.027  0.1421    0.0000 .0000E+00 .0000E+00    0.3348 .9465E-02 .1859E-02    0.0009 .4859E-06 .2644E-0
  289         0.21  0.000  0.040  0.1705    0.0000 .0000E+00 .0000E+00    0.3053 .8632E-02 .1732E-02    0.0009 .5251E-06 .2747E-0
  290         0.00  0.000  0.021  0.1670    0.0000 .0000E+00 .0000E+00    0.2783 .7870E-02 .1614E-02    0.0009 .5599E-06 .2834E-0
  291         0.60  0.000  0.046  0.2593    0.0000 .0000E+00 .0000E+00    0.2537 .7173E-02 .1504E-02    0.0010 .5903E-06 .2909E-0
  292         0.01  0.000  0.046  0.2534    0.0000 .0000E+00 .0000E+00    0.2311 .6535E-02 .1400E-02    0.0010 .6138E-06 .3713E-0
  293         0.06  0.000  0.065  0.2526    0.0000 .0000E+00 .0000E+00    0.2105 .5951E-02 .1304E-02    0.0010 .6482E-06 .3033E-0
  294         0.27  0.000  0.062  0.2872    0.0000 .0000E+00 .0000E+00    0.1916 .5418E-02 .1214E-02    0.0010 .6648E-06 .3072E-0
  295         0.00  0.000  0.055  0.2768    0.0047 .0000E+00 .6643E-02    0.1810 .5117E-02 .1162E-02    0.0010 .6640E-06 .3070E-0
  296         0.00  0.000  0.035  0.2665    0.0398 .0000E+00 .2662E-01    0.2018 .5705E-02 .1262E-02    0.0010 .6005E-06 .2919E-0
  297         0.03  0.000  0.056  0.2612    0.0064 .0000E+00 .5355E-02    0.2317 .6553E-02 .1403E-02    0.0009 .5273E-06 .2736E-0
  298         0.00  0.000  0.051  0.2528    0.0000 .0000E+00 .0000E+00    0.2197 .6211E-02 .1347E-02    0.0009 .5344E-06 .2755E-0
  299         1.33  0.130  0.070  0.4399    0.2416 .0000E+00 .7167E-02    0.2071 .5857E-02 .1288E-02    0.0009 .5420E-06 .2774E-0
  300         0.00  0.000  0.041  0.4271    4.0524 .0000E+00 .3549E-01    0.2353 .6654E-02 .1419E-02    0.0009 .4784E-06 .2607E-0
  301         0.00  0.000  0.041  0.4145    3.9317 .0000E+00 .3522E-01    0.3064 .8662E-02 .1736E-02    0.0007 .3613E-06 .2266E-0
  302         0.00  0.000  0.045  0.4011    3.7032 .0000E+00 .3472E-01    0.3704 .1047E-01 .2008E-02    0.0007 .2777E-06 .1987E-0
  303         0.00  0.000  0.056  0.3861    3.4695 .0000E+00 .3420E-01    0.4278 .1210E-01 .2242E-02    0.0006 .2176E-06 .1760E-0
  304         0.45  0.000  0.065  0.4445    3.4588 .0000E+00 .3418E-01    0.4794 .1356E-01 .2447E-02    0.0005 .1737E-06 .1573E-0



  305         0.00  0.000  0.061  0.4282    4.3352 .0000E+00 .3612E-01    0.5287 .1495E-01 .2638E-02    0.0002 .6900E-07 .1056E-0
  306         0.00  0.000  0.050  0.4140    4.0348 .0000E+00 .3545E-01    0.5762 .1629E-01 .2818E-02    0.0004 .1234E-06 .1304E-0
  307         0.13  0.000  0.056  0.4205    3.7912 .0000E+00 .3491E-01    0.6182 .1748E-01 .2975E-02    0.0004 .1017E-06 .1186E-0
  308         0.40  0.002  0.060  0.4708    4.2409 .0000E+00 .3591E-01    0.6568 .1857E-01 .3117E-02    0.0004 .8618E-07 .1092E-0
  309         0.00  0.000  0.057  0.4551    5.0089 .0000E+00 .3761E-01    0.6955 .1967E-01 .3257E-02    0.0003 .7386E-07 .1011E-0
  310         0.00  0.000  0.058  0.4393    4.6692 .0000E+00 .3686E-01    0.7330 .2073E-01 .3391E-02    0.0003 .6516E-07 .1179E-0
  311         0.00  0.000  0.059  0.4234    4.3436 .0000E+00 .3614E-01    0.7655 .2164E-01 .3506E-02    0.0003 .5440E-07 .8842E-0
  312         0.00  0.000  0.056  0.4082    4.0273 .0000E+00 .3544E-01    0.7934 .2243E-01 .3605E-02    0.0003 .5204E-07 .8653E-0
  313         0.00  0.000  0.046  0.3947    3.7740 .0000E+00 .3488E-01    0.8173 .2311E-01 .3688E-02    0.0003 .5201E-07 .8652E-0
  314         0.00  0.000  0.040  0.3824    3.5481 .0000E+00 .3438E-01    0.8378 .2369E-01 .3759E-02    0.0001 .2693E-07 .6523E-0
  315         0.00  0.000  0.050  0.3684    3.3248 .0000E+00 .3388E-01    0.8554 .2419E-01 .3820E-02    0.0003 .5749E-07 .1138E-0
  316         0.00  0.000  0.046  0.3553    3.0968 .0000E+00 .3338E-01    0.8702 .2460E-01 .3871E-02    0.0003 .6282E-07 .9508E-0
  317         0.51  0.000  0.050  0.4265    3.0287 .0000E+00 .3323E-01    0.8828 .2496E-01 .3914E-02    0.0003 .6966E-07 .1001E-0
  318  *      0.00  0.000  0.035  0.4148    3.8595 .0000E+00 .3507E-01    0.8959 .2533E-01 .3959E-02    0.0003 .7680E-07 .1051E-0
  319         0.11  0.000  0.052  0.4187    3.7013 .0000E+00 .3472E-01    0.9106 .2575E-01 .4009E-02    0.0004 .8375E-07 .1097E-0
  320         0.03  0.000  0.050  0.4097    3.5816 .0000E+00 .3445E-01    0.9233 .2611E-01 .4052E-02    0.0004 .9238E-07 .1152E-0
  321         0.99  0.342  0.063  0.5010    4.6938 .0000E+00 .3691E-01    0.9369 .2649E-01 .4098E-02    0.0004 .1011E-06 .1205E-0
  322         0.00  0.000  0.045  0.4869    5.8548 .0000E+00 .3948E-01    0.9559 .2703E-01 .4162E-02    0.0004 .1074E-06 .1242E-0
  323         0.00  0.000  0.038  0.4741    5.4921 .0000E+00 .3868E-01    0.9767 .2762E-01 .4232E-02    0.0004 .1134E-06 .1277E-0
  324         0.06  0.000  0.056  0.4685    5.2202 .0000E+00 .3807E-01    0.9939 .2810E-01 .4289E-02    0.0004 .1224E-06 .1326E-0
  325         0.00  0.000  0.044  0.4550    5.0296 .0000E+00 .3765E-01    1.0082 .2851E-01 .4337E-02    0.0005 .1338E-06 .1386E-0
  326         0.39  0.021  0.055  0.5010    5.1580 .0000E+00 .3794E-01    1.0210 .2887E-01 .4380E-02    0.0005 .1470E-06 .1453E-0
  327         0.00  0.000  0.050  0.4862    5.8470 .0000E+00 .3946E-01    1.0348 .2926E-01 .4425E-02    0.0005 .1605E-06 .1518E-0
  328         0.00  0.000  0.061  0.4696    5.4363 .0000E+00 .3855E-01    1.0489 .2966E-01 .4472E-02    0.0005 .1745E-06 .1582E-0
  329         0.00  0.000  0.056  0.4540    5.0171 .0000E+00 .3762E-01    1.0595 .2996E-01 .4507E-02    0.0003 .9601E-07 .1234E-0
  330         0.01  0.000  0.042  0.4424    4.7414 .0000E+00 .3702E-01    1.0671 .3017E-01 .4532E-02    0.0006 .2082E-06 .1725E-0
  331         0.00  0.000  0.037  0.4301    4.5276 .0000E+00 .3654E-01    1.0727 .3033E-01 .4550E-02    0.0006 .2306E-06 .1816E-0
  332         0.00  0.000  0.043  0.4169    4.2542 .0000E+00 .3594E-01    1.0764 .3044E-01 .4562E-02    0.0006 .2555E-06 .1912E-0
  333         0.00  0.000  0.046  0.4034    3.9779 .0000E+00 .3533E-01    1.0782 .3049E-01 .4568E-02    0.0007 .2829E-06 .2012E-0
  334         0.00  0.000  0.048  0.3896    3.7384 .0000E+00 .3480E-01    1.0784 .3049E-01 .4569E-02    0.0007 .3126E-06 .2115E-0
  335         0.00  0.000  0.039  0.3774    3.5115 .0000E+00 .3430E-01    1.0772 .3046E-01 .4565E-02    0.0007 .3443E-06 .2790E-0
  336         0.00  0.000  0.037  0.3656    3.2969 .0000E+00 .3382E-01    1.0749 .3039E-01 .4557E-02    0.0008 .3867E-06 .2351E-0
  337         0.00  0.000  0.036  0.3541    3.0869 .0000E+00 .3336E-01    1.0715 .3030E-01 .4546E-02    0.0008 .4222E-06 .2456E-0
  338  *      0.00  0.000  0.029  0.3438    2.8913 .0000E+00 .3292E-01    1.0672 .3017E-01 .4532E-02    0.0004 .2294E-06 .1912E-0
  339  *      0.00  0.000  0.028  0.3337    2.7168 .0000E+00 .3254E-01    1.0621 .3003E-01 .4515E-02    0.0009 .4862E-06 .2637E-0
  340         0.14  0.000  0.049  0.3435    2.5416 .0000E+00 .3215E-01    1.0565 .2987E-01 .4497E-02    0.0009 .5240E-06 .2737E-0
  341  *      0.04  0.000  0.042  0.3378    2.3740 .0000E+00 .3178E-01    1.0504 .2970E-01 .4477E-02    0.0009 .5621E-06 .2835E-0
  342  *      0.00  0.000  0.030  0.3276    2.2177 .0000E+00 .3144E-01    1.0438 .2951E-01 .4455E-02    0.0010 .6002E-06 .2929E-0
  343  *      0.25  0.000  0.032  0.3257    2.0397 .0000E+00 .3104E-01    1.0368 .2932E-01 .4432E-02    0.0010 .6417E-06 .3786E-0
  344  *      0.00  0.000  0.034  0.3239    1.9137 .0000E+00 .3076E-01    1.0295 .2911E-01 .4408E-02    0.0010 .6865E-06 .3128E-0
  345         0.00  0.000  0.036  0.3276    1.7745 .0000E+00 .3046E-01    1.0220 .2890E-01 .4383E-02    0.0011 .7233E-06 .3211E-0
  346  *      0.00  0.000  0.027  0.3259    1.6347 .0000E+00 .3015E-01    1.0143 .2868E-01 .4357E-02    0.0011 .7593E-06 .3289E-0
  347  *      0.01  0.000  0.043  0.3169    1.4926 .0000E+00 .2983E-01    1.0065 .2846E-01 .4331E-02    0.0006 .3971E-06 .2519E-0
  348         0.00  0.000  0.035  0.3061    1.3456 .0000E+00 .2951E-01    0.9985 .2823E-01 .4305E-02    0.0011 .8182E-06 .3417E-0
  349         0.00  0.000  0.038  0.2949    1.2216 .0000E+00 .2923E-01    0.9903 .2800E-01 .4277E-02    0.0011 .8511E-06 .3485E-0
  350  *      0.31  0.000  0.034  0.2934    1.0870 .0000E+00 .2894E-01    0.9821 .2777E-01 .4250E-02    0.0012 .8827E-06 .3549E-0
  351         0.00  0.000  0.028  0.3086    0.9543 .0000E+00 .2864E-01    0.9738 .2753E-01 .4222E-02    0.0012 .9129E-06 .3608E-0
  352         0.03  0.000  0.000  0.3137    0.8722 .0000E+00 .2846E-01    0.9655 .2730E-01 .4194E-02    0.0012 .9415E-06 .3664E-0
  353  *      0.64  0.000  0.033  0.3123    0.7449 .0000E+00 .2818E-01    0.9573 .2707E-01 .4167E-02    0.0012 .9685E-06 .3716E-0
  354         0.02  0.000  0.000  0.3140    0.6251 .0000E+00 .2791E-01    0.9491 .2684E-01 .4139E-02    0.0012 .9950E-06 .4710E-0
  355  *      0.00  0.000  0.032  0.3127    0.5262 .0000E+00 .2770E-01    0.9409 .2660E-01 .4112E-02    0.0013 .1025E-05 .3819E-0
  356  *      0.00  0.000  0.026  0.3114    0.4678 .0000E+00 .2757E-01    0.9329 .2638E-01 .4085E-02    0.0013 .1047E-05 .3859E-0
  357  *      0.01  0.000  0.029  0.3101    0.4715 .0000E+00 .2757E-01    0.9254 .2617E-01 .4059E-02    0.0013 .1066E-05 .3894E-0
  358  *      0.11  0.000  0.000  0.3089    0.4781 .0000E+00 .2759E-01    0.9185 .2597E-01 .4036E-02    0.0013 .1082E-05 .3924E-0
  359  *  *   0.00  0.000  0.026  0.3043    0.4300 .0000E+00 .2748E-01    0.9121 .2579E-01 .4014E-02    0.0013 .1097E-05 .3950E-0
  360  *  *   0.00  0.000  0.029  0.2997    0.3039 .0000E+00 .2720E-01    0.9058 .2561E-01 .3992E-02    0.0007 .5551E-06 .2980E-0
  361  *  *   0.00  0.000  0.023  0.2952    0.1790 .0000E+00 .2693E-01    0.8992 .2543E-01 .3970E-02    0.0013 .1118E-05 .4989E-0
  362  *  *   0.00  0.000  0.028  0.2916    0.0554 .0000E+00 .2203E-01    0.8880 .2511E-01 .3932E-02    0.0013 .1143E-05 .4031E-0
  363  *  *   0.02  0.000  0.000  0.2916    0.0000 .0000E+00 .0000E+00    0.8478 .2397E-01 .3794E-02    0.0014 .1216E-05 .4157E-0
  364     *   0.02  0.000  0.000  0.2916    0.0000 .0000E+00 .0000E+00    0.7755 .2193E-01 .3542E-02    0.0014 .1350E-05 .4379E-0
  365     *   0.01  0.103  0.000  0.3289    0.0000 .0000E+00 .0000E+00    0.7092 .2005E-01 .3306E-02    0.0015 .1467E-05 .4563E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   10
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.67    3.54    6.79    3.11    7.11    1.59
                                  2.19    5.65    5.73    3.06    2.63    1.61
 
 RUNOFF                           2.295   2.925   3.027   0.736   1.717   0.000
                                  0.000   0.509   1.778   0.130   0.364   0.103
 
 EVAPOTRANSPIRATION               0.507   0.568   2.632   3.491   5.072   1.411
                                  2.357   4.601   2.737   1.371   1.509   0.822
 
 PERCOLATION/LEAKAGE THROUGH      0.1089  0.0470  0.9131  0.7369  0.6633  0.0000
   LAYER  2                       0.0000  0.5515  0.5767  0.3404  1.0864  0.8295
 
 LATERAL DRAINAGE COLLECTED       0.3674  0.0607  0.5016  0.7811  0.4893  0.2138
   FROM LAYER  3                  0.0111  0.2877  0.4114  0.3869  0.7569  0.8506
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0657  0.0167  0.0833  0.1210  0.0838  0.0427
   LAYER  4                       0.0044  0.0509  0.0729  0.0697  0.1181  0.1305
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000



   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1201  0.0846  0.0197  0.0573  0.0969  0.1131
   LAYER  7                       0.0860  0.0245  0.0190  0.0631  0.0383  0.1073
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.017   0.001   3.247   2.010   2.324   0.000
   TOP OF LAYER  2                0.000   0.874   1.895   0.727   4.378   1.331
 
 STD. DEVIATION OF DAILY          0.061   0.002   1.876   1.894   2.223   0.000
   HEAD ON TOP OF LAYER  2        0.000   1.008   1.869   1.377   0.783   1.077
 
 AVERAGE DAILY HEAD ON            0.419   0.077   0.572   0.921   0.558   0.252
   TOP OF LAYER  4                0.013   0.328   0.485   0.441   0.892   0.970
 
 STD. DEVIATION OF DAILY          0.294   0.027   0.332   0.145   0.242   0.194
   HEAD ON TOP OF LAYER  4        0.012   0.285   0.207   0.229   0.162   0.088
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.001   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   10
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           45.68         414546.000    100.00
 
   RUNOFF                                  13.585        123283.484     29.74
 
   EVAPOTRANSPIRATION                      27.079        245743.891     59.28
 
   PERC./LEAKAGE THROUGH LAYER  2           5.853654      53121.910     12.81
 
   AVG. HEAD ON TOP OF LAYER  2             1.4003
 
   DRAINAGE COLLECTED FROM LAYER  3         5.1184        46449.789     11.20
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.859751       7802.239      1.88
 
   AVG. HEAD ON TOP OF LAYER  4             0.4941
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.577      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.829765       7530.119      1.82
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                 -0.933         -8462.819     -2.04
 
   SOIL WATER AT START OF YEAR            285.505       2590955.750
 
   SOIL WATER AT END OF YEAR              284.775       2584331.250
 
   SNOW WATER AT START OF YEAR              0.422          3826.353      0.92
 
   SNOW WATER AT END OF YEAR                0.219          1988.107      0.48
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.032      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   11



  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *  *   0.00  0.000  0.036  0.3289    0.0000 .0000E+00 .0000E+00    0.6484 .1833E-01 .3086E-02    0.0016 .1566E-05 .4714E-0
    2  *  *   0.00  0.000  0.043  0.3289    0.0000 .0000E+00 .0000E+00    0.5927 .1676E-01 .2880E-02    0.0016 .1647E-05 .4833E-0
    3     *   0.86  0.787  0.000  0.3645    0.0000 .0000E+00 .0000E+00    0.5416 .1531E-01 .2687E-02    0.0008 .8554E-06 .3705E-0
    4     *   0.00  0.000  0.000  0.3645    0.0000 .0000E+00 .0000E+00    0.4947 .1399E-01 .2507E-02    0.0016 .1732E-05 .4979E-0
    5  *  *   0.00  0.000  0.000  0.3645    0.0000 .0000E+00 .0000E+00    0.4518 .1277E-01 .2338E-02    0.0017 .1771E-05 .5032E-0
    6     *   0.00  0.000  0.000  0.3645    0.0000 .0000E+00 .0000E+00    0.4125 .1166E-01 .2181E-02    0.0017 .1796E-05 .6322E-0
    7     *   0.19  0.098  0.009  0.3783    0.0000 .0000E+00 .0000E+00    0.3765 .1064E-01 .2033E-02    0.0017 .1825E-05 .5086E-0
    8     *   0.00  0.000  0.000  0.3783    0.0000 .0000E+00 .0000E+00    0.3435 .9712E-02 .1896E-02    0.0017 .1825E-05 .5085E-0
    9     *   0.00  0.000  0.000  0.3783    0.0000 .0000E+00 .0000E+00    0.3133 .8858E-02 .1767E-02    0.0017 .1816E-05 .5073E-0
   10  *  *   0.00  0.000  0.000  0.3783    0.0000 .0000E+00 .0000E+00    0.2856 .8077E-02 .1646E-02    0.0017 .1800E-05 .5050E-0
   11     *   0.22  0.136  0.009  0.3908    0.0000 .0000E+00 .0000E+00    0.2604 .7362E-02 .1534E-02    0.0017 .1777E-05 .5018E-0
   12     *   0.03  0.002  0.008  0.3940    0.0000 .0000E+00 .0000E+00    0.2372 .6707E-02 .1428E-02    0.0016 .1749E-05 .4978E-0
   13  *  *   0.21  0.000  0.040  0.3940    0.0000 .0000E+00 .0000E+00    0.2161 .6109E-02 .1330E-02    0.0016 .1717E-05 .4933E-0
   14     *   0.00  0.039  0.042  0.3954    0.0000 .0000E+00 .0000E+00    0.1967 .5562E-02 .1238E-02    0.0016 .1682E-05 .4881E-0
   15  *  *   0.00  0.000  0.036  0.3954    0.0000 .0000E+00 .0000E+00    0.1790 .5062E-02 .1152E-02    0.0016 .1643E-05 .4825E-0
   16  *  *   0.42  0.000  0.029  0.3954    0.0000 .0000E+00 .0000E+00    0.1629 .4606E-02 .1072E-02    0.0008 .8014E-06 .3588E-0
   17  *  *   0.00  0.000  0.033  0.3954    0.0000 .0000E+00 .0000E+00    0.1481 .4188E-02 .9972E-03    0.0016 .1565E-05 .4719E-0
   18  *  *   0.00  0.000  0.033  0.3954    0.0000 .0000E+00 .0000E+00    0.1347 .3807E-02 .9273E-03    0.0015 .1523E-05 .4654E-0
   19  *  *   0.23  0.000  0.028  0.3954    0.0000 .0000E+00 .0000E+00    0.1223 .3459E-02 .8620E-03    0.0015 .1480E-05 .4588E-0
   20  *  *   0.91  0.000  0.031  0.3954    0.0000 .0000E+00 .0000E+00    0.1111 .3142E-02 .8010E-03    0.0015 .1437E-05 .4520E-0
   21     *   0.00  0.091  0.031  0.4002    0.0000 .0000E+00 .0000E+00    0.1009 .2852E-02 .7441E-03    0.0015 .1393E-05 .4451E-0
   22     *   0.63  1.441  0.000  0.4122    0.0000 .0000E+00 .0000E+00    0.0915 .2588E-02 .6910E-03    0.0014 .1350E-05 .4381E-0
   23     *   0.40  0.760  0.000  0.4219    0.0000 .0000E+00 .0000E+00    0.0830 .2347E-02 .6415E-03    0.0014 .1307E-05 .5373E-0
   24     *   0.46  0.414  0.008  0.4283    0.0000 .0000E+00 .0000E+00    0.0753 .2128E-02 .5953E-03    0.0014 .1258E-05 .4222E-0
   25     *   0.00  0.000  0.000  0.4283    0.0000 .0000E+00 .0000E+00    0.0682 .1928E-02 .5522E-03    0.0014 .1216E-05 .4152E-0
   26     *   0.01  0.000  0.006  0.4289    0.0000 .0000E+00 .0000E+00    0.0617 .1746E-02 .5120E-03    0.0014 .1175E-05 .4082E-0
   27     *   0.16  0.126  0.008  0.4334    0.0000 .0000E+00 .0000E+00    0.0559 .1580E-02 .4746E-03    0.0007 .5753E-06 .3019E-0
   28     *   0.00  0.000  0.000  0.4334    0.0000 .0000E+00 .0000E+00    0.0506 .1429E-02 .4397E-03    0.0013 .1104E-05 .3960E-0
   29     *   0.35  0.317  0.008  0.4376    0.0000 .0000E+00 .0000E+00    0.0457 .1292E-02 .4072E-03    0.0013 .1066E-05 .3891E-0
   30     *   0.00  0.000  0.000  0.4376    0.0000 .0000E+00 .0000E+00    0.0413 .1168E-02 .3770E-03    0.0013 .1029E-05 .3824E-0
   31     *   0.44  0.409  0.008  0.4416    0.0000 .0000E+00 .0000E+00    0.0373 .1054E-02 .3488E-03    0.0012 .9936E-06 .3757E-0
   32  *  *   0.33  0.000  0.033  0.4416    0.0000 .0000E+00 .0000E+00    0.0336 .9514E-03 .3226E-03    0.0012 .9591E-06 .3691E-0
   33  *  *   0.10  0.000  0.000  0.4416    0.0000 .0000E+00 .0000E+00    0.0303 .8580E-03 .2982E-03    0.0012 .9257E-06 .3626E-0
   34     *   0.00  0.094  0.031  0.4416    0.0000 .0000E+00 .0000E+00    0.0273 .7732E-03 .2755E-03    0.0012 .8882E-06 .4441E-0
   35     *   0.02  0.263  0.029  0.4416    0.0000 .0000E+00 .0000E+00    0.0246 .6963E-03 .2544E-03    0.0012 .8561E-06 .3484E-0
   36     *   0.32  0.292  0.007  0.4451    0.0000 .0000E+00 .0000E+00    0.0222 .6267E-03 .2348E-03    0.0006 .4179E-06 .2575E-0
   37         0.00  0.000  0.055  0.4313    3.5152 .0000E+00 .2767E-01    0.0474 .1340E-02 .4115E-03    0.0011 .7479E-06 .3234E-0
   38  *      0.00  0.000  0.049  0.4171    4.4598 .0000E+00 .3639E-01    0.1233 .3487E-02 .8642E-03    0.0010 .5725E-06 .2789E-0
   39  *      0.00  0.000  0.054  0.4022    4.1773 .0000E+00 .3577E-01    0.2060 .5824E-02 .1281E-02    0.0008 .3994E-06 .2325E-0
   40  *      1.22  0.000  0.037  0.3996    3.8933 .0000E+00 .3514E-01    0.2799 .7914E-02 .1620E-02    0.0007 .2798E-06 .1948E-0
   41  *      0.49  0.000  0.038  0.3971    3.7320 .0000E+00 .3478E-01    0.3461 .9787E-02 .1906E-02    0.0006 .1996E-06 .1647E-0
   42  *      0.08  0.000  0.033  0.3946    3.5723 .0000E+00 .3443E-01    0.4058 .1148E-01 .2154E-02    0.0005 .1443E-06 .1400E-0
   43  *  *   0.00  0.000  0.028  0.3896    1.5640 .0000E+00 .2999E-01    0.4556 .1288E-01 .2353E-02    0.0004 .1073E-06 .1211E-0
   44  *  *   0.13  0.000  0.000  0.3849    0.8127 .0000E+00 .2833E-01    0.4923 .1392E-01 .2498E-02    0.0004 .8497E-07 .1083E-0
   45     *   0.07  0.000  0.000  0.3802    0.6827 .0000E+00 .2804E-01    0.5230 .1479E-01 .2616E-02    0.0003 .7127E-07 .9941E-0
   46  *  *   0.07  0.000  0.036  0.3756    0.5540 .0000E+00 .2776E-01    0.5504 .1556E-01 .2721E-02    0.0003 .6258E-07 .1160E-0
   47  *  *   0.00  0.000  0.032  0.3710    0.4265 .0000E+00 .2747E-01    0.5748 .1625E-01 .2813E-02    0.0003 .5250E-07 .8671E-0
   48  *  *   0.00  0.000  0.033  0.3665    0.3004 .0000E+00 .2720E-01    0.5964 .1686E-01 .2894E-02    0.0003 .4885E-07 .8368E-0
   49  *  *   0.00  0.000  0.036  0.3620    0.1756 .0000E+00 .2692E-01    0.6155 .1740E-01 .2965E-02    0.0001 .2263E-07 .6095E-0
   50     *   0.68  0.332  0.000  0.4042    0.0520 .0000E+00 .2129E-01    0.6269 .1773E-01 .3007E-02    0.0003 .4859E-07 .8296E-0
   51     *   0.00  0.029  0.030  0.4152    0.0000 .0000E+00 .0000E+00    0.6072 .1717E-01 .2934E-02    0.0003 .5917E-07 .9291E-0
   52     *   0.00  0.016  0.036  0.4196    0.0000 .0000E+00 .0000E+00    0.5549 .1569E-01 .2738E-02    0.0004 .8801E-07 .1144E-0
   53     *   0.00  0.005  0.041  0.4201    0.0000 .0000E+00 .0000E+00    0.5070 .1433E-01 .2554E-02    0.0004 .1272E-06 .1368E-0
   54     *   0.00  0.016  0.037  0.4233    0.0000 .0000E+00 .0000E+00    0.4630 .1309E-01 .2383E-02    0.0005 .1688E-06 .1571E-0
   55     *   0.17  0.131  0.000  0.4378    0.0000 .0000E+00 .0000E+00    0.4227 .1195E-01 .2222E-02    0.0006 .2110E-06 .1753E-0
   56     *   0.00  0.045  0.034  0.4405    0.0000 .0000E+00 .0000E+00    0.3859 .1091E-01 .2072E-02    0.0006 .2528E-06 .1915E-0
   57     *   0.00  0.569  0.000  0.4510    0.0000 .0000E+00 .0000E+00    0.3521 .9955E-02 .1932E-02    0.0007 .2930E-06 .2582E-0
   58     *   0.00  0.396  0.000  0.4577    0.0000 .0000E+00 .0000E+00    0.3212 .9081E-02 .1801E-02    0.0007 .3456E-06 .2216E-0
   59     *   0.00  0.219  0.045  0.4577    0.0000 .0000E+00 .0000E+00    0.2929 .8281E-02 .1678E-02    0.0008 .3803E-06 .2325E-0
   60     *   0.00  0.000  0.000  0.4577    0.0000 .0000E+00 .0000E+00    0.2670 .7548E-02 .1563E-02    0.0008 .4119E-06 .2419E-0
   61     *   0.00  0.000  0.000  0.4577    0.0000 .0000E+00 .0000E+00    0.2433 .6878E-02 .1456E-02    0.0008 .4402E-06 .2501E-0
   62         0.40  0.257  0.082  0.4631    3.7059 .0000E+00 .2809E-01    0.2495 .7054E-02 .1484E-02    0.0008 .4211E-06 .2446E-0
   63         0.00  0.000  0.098  0.4406    4.7264 .0000E+00 .3698E-01    0.3092 .8742E-02 .1748E-02    0.0007 .3293E-06 .2163E-0
   64         0.00  0.000  0.117  0.4151    4.3017 .0000E+00 .3604E-01    0.3772 .1066E-01 .2036E-02    0.0006 .2465E-06 .1873E-0
   65         0.00  0.000  0.082  0.3956    3.8934 .0000E+00 .3514E-01    0.4370 .1236E-01 .2279E-02    0.0005 .1889E-06 .1640E-0
   66         0.00  0.000  0.113  0.3711    3.5906 .0000E+00 .3447E-01    0.4897 .1385E-01 .2487E-02    0.0005 .1483E-06 .1454E-0
   67         0.00  0.000  0.087  0.3509    3.2771 .0000E+00 .3378E-01    0.5362 .1516E-01 .2667E-02    0.0004 .1197E-06 .1307E-0
   68         0.41  0.000  0.076  0.4010    3.0028 .0000E+00 .3317E-01    0.5771 .1632E-01 .2822E-02    0.0004 .9949E-07 .1192E-0
   69  *      0.98  0.000  0.043  0.3987    3.1785 .0000E+00 .3356E-01    0.6140 .1736E-01 .2959E-02    0.0004 .8492E-07 .1102E-0
   70         0.00  0.069  0.002  0.5010    4.2168 .0000E+00 .3586E-01    0.6507 .1840E-01 .3095E-02    0.0003 .7279E-07 .1021E-0
   71         0.00  0.062  0.095  0.5010    6.0000 .0000E+00 .3980E-01    0.6920 .1957E-01 .3244E-02    0.0003 .6057E-07 .9321E-0
   72         0.00  0.000  0.106  0.4768    5.7565 .0000E+00 .3926E-01    0.7357 .2080E-01 .3401E-02    0.0003 .4961E-07 .8444E-0
   73         0.06  0.000  0.080  0.4671    5.2532 .0000E+00 .3815E-01    0.7738 .2188E-01 .3536E-02    0.0003 .4286E-07 .7856E-0
   74         0.50  0.172  0.086  0.5010    5.5586 .0000E+00 .3882E-01    0.8076 .2284E-01 .3654E-02    0.0002 .3895E-07 .7494E-0
   75         0.26  0.255  0.086  0.4809    5.7930 .0000E+00 .3934E-01    0.8402 .2376E-01 .3768E-02    0.0001 .1815E-07 .5347E-0
   76         0.13  0.001  0.106  0.4784    5.4075 .0000E+00 .3849E-01    0.8702 .2460E-01 .3871E-02    0.0002 .3680E-07 .7165E-0
   77         0.00  0.000  0.127  0.4509    5.1041 .0000E+00 .3782E-01    0.8956 .2532E-01 .3958E-02    0.0002 .3717E-07 .7225E-0
   78         0.00  0.000  0.135  0.4223    4.5440 .0000E+00 .3658E-01    0.9166 .2592E-01 .4029E-02    0.0002 .3960E-07 .9468E-0
   79         0.04  0.000  0.120  0.4030    4.0430 .0000E+00 .3547E-01    0.9327 .2637E-01 .4084E-02    0.0003 .4492E-07 .8055E-0
   80         0.02  0.000  0.078  0.3875    3.7150 .0000E+00 .3475E-01    0.9451 .2672E-01 .4126E-02    0.0003 .5244E-07 .8699E-0
   81         0.00  0.000  0.119  0.3619    3.4533 .0000E+00 .3417E-01    0.9546 .2699E-01 .4158E-02    0.0003 .6189E-07 .9446E-0
   82         0.00  0.000  0.129  0.3349    3.0790 .0000E+00 .3334E-01    0.9617 .2719E-01 .4181E-02    0.0002 .3668E-07 .7611E-0
   83         0.00  0.000  0.136  0.3067    2.7724 .0000E+00 .3266E-01    0.9661 .2732E-01 .4196E-02    0.0004 .8392E-07 .1097E-0
   84         0.00  0.000  0.139  0.2783    2.3438 .0000E+00 .3171E-01    0.9682 .2737E-01 .4203E-02    0.0004 .9936E-07 .1194E-0
   85         0.00  0.000  0.106  0.2556    1.8808 .0000E+00 .3069E-01    0.9675 .2736E-01 .4201E-02    0.0004 .1174E-06 .1299E-0
   86         0.00  0.000  0.112  0.2320    1.5935 .0000E+00 .3006E-01    0.9646 .2727E-01 .4191E-02    0.0005 .1381E-06 .1409E-0
   87         0.00  0.000  0.124  0.2064    1.0810 .0000E+00 .2892E-01    0.9598 .2714E-01 .4175E-02    0.0005 .1640E-06 .1919E-0
   88         0.00  0.000  0.146  0.1773    0.7354 .0000E+00 .2816E-01    0.9528 .2694E-01 .4152E-02    0.0005 .1946E-06 .1669E-0
   89         0.00  0.000  0.083  0.1598    0.2928 .0000E+00 .2186E-01    0.9389 .2655E-01 .4105E-02    0.0006 .2280E-06 .1806E-0



   90         0.00  0.000  0.064  0.1492    0.0000 .0000E+00 .0000E+00    0.8943 .2529E-01 .3953E-02    0.0007 .2908E-06 .2038E-0
   91         0.23  0.000  0.058  0.1778    0.0000 .0000E+00 .0000E+00    0.8182 .2313E-01 .3691E-02    0.0008 .3915E-06 .2363E-0
   92         0.00  0.000  0.047  0.1699    0.0000 .0000E+00 .0000E+00    0.7483 .2116E-01 .3446E-02    0.0009 .4927E-06 .2649E-0
   93         0.00  0.000  0.043  0.1628    0.0000 .0000E+00 .0000E+00    0.6843 .1935E-01 .3216E-02    0.0005 .2949E-06 .2174E-0
   94  *      0.00  0.000  0.039  0.1562    0.0000 .0000E+00 .0000E+00    0.6256 .1769E-01 .3002E-02    0.0010 .6495E-06 .3845E-0
   95         0.04  0.000  0.041  0.1560    0.0000 .0000E+00 .0000E+00    0.5717 .1617E-01 .2801E-02    0.0011 .7694E-06 .3307E-0
   96         0.00  0.000  0.034  0.1503    0.0000 .0000E+00 .0000E+00    0.5224 .1477E-01 .2614E-02    0.0006 .4232E-06 .2604E-0
   97         0.00  0.000  0.032  0.1449    0.0000 .0000E+00 .0000E+00    0.4771 .1349E-01 .2438E-02    0.0012 .8871E-06 .3571E-0
   98         0.50  0.000  0.029  0.2234    0.0000 .0000E+00 .0000E+00    0.4357 .1232E-01 .2274E-02    0.0012 .9486E-06 .3690E-0
   99         0.28  0.000  0.107  0.2522    0.0000 .0000E+00 .0000E+00    0.3977 .1124E-01 .2121E-02    0.0012 .1001E-05 .3788E-0
  100         0.00  0.000  0.109  0.2340    0.0000 .0000E+00 .0000E+00    0.3629 .1026E-01 .1977E-02    0.0013 .1045E-05 .3868E-0
  101         0.00  0.000  0.119  0.2142    0.0000 .0000E+00 .0000E+00    0.3311 .9361E-02 .1843E-02    0.0013 .1080E-05 .3931E-0
  102         0.00  0.000  0.144  0.1902    0.0000 .0000E+00 .0000E+00    0.3019 .8537E-02 .1718E-02    0.0013 .1107E-05 .3979E-0
  103         0.00  0.000  0.081  0.1768    0.0000 .0000E+00 .0000E+00    0.2753 .7783E-02 .1600E-02    0.0013 .1121E-05 .5011E-0
  104         0.00  0.000  0.064  0.1662    0.0000 .0000E+00 .0000E+00    0.2509 .7093E-02 .1491E-02    0.0013 .1151E-05 .4041E-0
  105         0.00  0.000  0.054  0.1572    0.0000 .0000E+00 .0000E+00    0.2285 .6462E-02 .1388E-02    0.0007 .5784E-06 .3047E-0
  106         0.43  0.000  0.052  0.2203    0.0000 .0000E+00 .0000E+00    0.2081 .5885E-02 .1293E-02    0.0013 .1151E-05 .4051E-0
  107         0.00  0.000  0.136  0.1976    0.0000 .0000E+00 .0000E+00    0.1895 .5357E-02 .1203E-02    0.0013 .1141E-05 .5048E-0
  108         0.00  0.000  0.043  0.1905    0.0000 .0000E+00 .0000E+00    0.1724 .4875E-02 .1120E-02    0.0013 .1145E-05 .4030E-0
  109         0.10  0.000  0.044  0.1998    0.0000 .0000E+00 .0000E+00    0.1568 .4434E-02 .1042E-02    0.0013 .1134E-05 .4010E-0
  110         0.00  0.000  0.037  0.1937    0.0000 .0000E+00 .0000E+00    0.1426 .4032E-02 .9687E-03    0.0013 .1120E-05 .3984E-0
  111         0.07  0.000  0.039  0.1989    0.0000 .0000E+00 .0000E+00    0.1296 .3664E-02 .9006E-03    0.0007 .5515E-06 .2975E-0
  112         0.00  0.000  0.033  0.1934    0.0000 .0000E+00 .0000E+00    0.1177 .3329E-02 .8371E-03    0.0013 .1085E-05 .4901E-0
  113         0.00  0.000  0.031  0.1882    0.0000 .0000E+00 .0000E+00    0.1069 .3023E-02 .7778E-03    0.0013 .1064E-05 .3884E-0
  114         0.00  0.000  0.030  0.1831    0.0000 .0000E+00 .0000E+00    0.0970 .2744E-02 .7224E-03    0.0013 .1042E-05 .3844E-0
  115         0.21  0.000  0.034  0.2125    0.0000 .0000E+00 .0000E+00    0.0880 .2489E-02 .6708E-03    0.0013 .1019E-05 .3802E-0
  116         0.00  0.000  0.028  0.2078    0.0000 .0000E+00 .0000E+00    0.0798 .2257E-02 .6226E-03    0.0012 .9958E-06 .3758E-0
  117         0.00  0.000  0.028  0.2032    0.0000 .0000E+00 .0000E+00    0.0724 .2046E-02 .5777E-03    0.0006 .4858E-06 .2792E-0
  118         0.00  0.000  0.027  0.1987    0.0000 .0000E+00 .0000E+00    0.0655 .1853E-02 .5358E-03    0.0012 .9504E-06 .3676E-0
  119         0.00  0.000  0.027  0.1942    0.0000 .0000E+00 .0000E+00    0.0593 .1678E-02 .4968E-03    0.0012 .9259E-06 .4524E-0
  120         0.17  0.000  0.030  0.2175    0.0000 .0000E+00 .0000E+00    0.0537 .1518E-02 .4604E-03    0.0012 .8975E-06 .3567E-0
  121         0.03  0.000  0.030  0.2175    0.0000 .0000E+00 .0000E+00    0.0486 .1373E-02 .4265E-03    0.0012 .8728E-06 .3518E-0
  122         0.00  0.000  0.025  0.2133    0.0000 .0000E+00 .0000E+00    0.0439 .1241E-02 .3949E-03    0.0011 .8482E-06 .3468E-0
  123         0.00  0.000  0.025  0.2092    0.0000 .0000E+00 .0000E+00    0.0396 .1121E-02 .3655E-03    0.0006 .4119E-06 .2571E-0
  124         0.00  0.000  0.024  0.2052    0.0000 .0000E+00 .0000E+00    0.0358 .1012E-02 .3381E-03    0.0011 .8040E-06 .3380E-0
  125         0.00  0.000  0.024  0.2011    0.0000 .0000E+00 .0000E+00    0.0323 .9130E-03 .3126E-03    0.0011 .7805E-06 .3330E-0
  126         0.07  0.000  0.028  0.2082    0.0000 .0000E+00 .0000E+00    0.0291 .8231E-03 .2889E-03    0.0011 .7573E-06 .3280E-0
  127         0.07  0.000  0.028  0.2152    0.0000 .0000E+00 .0000E+00    0.0262 .7416E-03 .2669E-03    0.0011 .7346E-06 .3231E-0
  128         0.00  0.000  0.024  0.2112    0.0000 .0000E+00 .0000E+00    0.0236 .6677E-03 .2464E-03    0.0010 .7086E-06 .3967E-0
  129         0.00  0.000  0.024  0.2072    0.0000 .0000E+00 .0000E+00    0.0212 .6007E-03 .2274E-03    0.0010 .6865E-06 .3120E-0
  130         0.00  0.000  0.025  0.2030    0.0000 .0000E+00 .0000E+00    0.0191 .5400E-03 .2097E-03    0.0010 .6654E-06 .3072E-0
  131         0.12  0.000  0.030  0.2181    0.0000 .0000E+00 .0000E+00    0.0172 .4851E-03 .1933E-03    0.0010 .6449E-06 .3024E-0
  132         0.00  0.000  0.202  0.1844    0.0000 .0000E+00 .0000E+00    0.0154 .4354E-03 .1780E-03    0.0010 .6249E-06 .2977E-0
  133         0.36  0.000  0.027  0.2399    0.0000 .0000E+00 .0000E+00    0.0138 .3905E-03 .1639E-03    0.0010 .6056E-06 .2931E-0
  134         0.88  0.051  0.151  0.3519    0.0349 .0000E+00 .6710E-02    0.0190 .5381E-03 .2080E-03    0.0009 .5642E-06 .2829E-0
  135         0.00  0.000  0.188  0.3156    1.0955 .0000E+00 .2895E-01    0.0566 .1599E-02 .4730E-03    0.0004 .2229E-06 .1890E-0
  136         0.00  0.000  0.189  0.2792    1.2387 .0000E+00 .2927E-01    0.1267 .3582E-02 .8834E-03    0.0008 .3522E-06 .2181E-0
  137         0.00  0.000  0.220  0.2378    1.0288 .0000E+00 .2881E-01    0.1907 .5391E-02 .1208E-02    0.0006 .2427E-06 .1813E-0
  138         0.00  0.000  0.206  0.1986    0.8508 .0000E+00 .2841E-01    0.2480 .7013E-02 .1477E-02    0.0005 .1708E-06 .1522E-0
  139         0.03  0.000  0.208  0.1643    0.5011 .0000E+00 .2764E-01    0.2991 .8456E-02 .1705E-02    0.0004 .1219E-06 .1287E-0
  140         0.20  0.000  0.218  0.1614    0.0219 .0000E+00 .0000E+00    0.3171 .8965E-02 .1783E-02    0.0004 .9974E-07 .1182E-0
  141         0.34  0.000  0.090  0.2030    0.0000 .0000E+00 .0000E+00    0.2891 .8175E-02 .1662E-02    0.0004 .1098E-06 .1265E-0
  142         0.00  0.000  0.209  0.1682    0.0000 .0000E+00 .0000E+00    0.2635 .7451E-02 .1548E-02    0.0004 .1325E-06 .1741E-0
  143         0.00  0.000  0.074  0.1559    0.0000 .0000E+00 .0000E+00    0.2401 .6790E-02 .1442E-02    0.0005 .1630E-06 .1522E-0
  144         0.00  0.000  0.064  0.1452    0.0000 .0000E+00 .0000E+00    0.2187 .6184E-02 .1343E-02    0.0005 .1841E-06 .1618E-0
  145         0.00  0.000  0.054  0.1362    0.0000 .0000E+00 .0000E+00    0.1992 .5631E-02 .1250E-02    0.0006 .2041E-06 .1703E-0
  146         0.00  0.000  0.006  0.1351    0.0000 .0000E+00 .0000E+00    0.1813 .5125E-02 .1163E-02    0.0006 .2226E-06 .1779E-0
  147         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1649 .4663E-02 .1082E-02    0.0003 .1203E-06 .1386E-0
  148         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1500 .4241E-02 .1007E-02    0.0006 .2488E-06 .2364E-0
  149         0.03  0.000  0.010  0.1384    0.0000 .0000E+00 .0000E+00    0.1363 .3855E-02 .9361E-03    0.0006 .2690E-06 .1955E-0
  150         0.00  0.000  0.004  0.1376    0.0000 .0000E+00 .0000E+00    0.1239 .3503E-02 .8702E-03    0.0007 .2813E-06 .1999E-0
  151         0.00  0.000  0.011  0.1358    0.0000 .0000E+00 .0000E+00    0.1125 .3182E-02 .8087E-03    0.0007 .2921E-06 .2037E-0
  152         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.1022 .2889E-02 .7513E-03    0.0007 .3014E-06 .2069E-0
  153         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0927 .2621E-02 .6977E-03    0.0007 .3092E-06 .2095E-0
  154         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0841 .2378E-02 .6477E-03    0.0004 .1589E-06 .1591E-0
  155         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0762 .2155E-02 .6011E-03    0.0007 .3179E-06 .2130E-0
  156         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0691 .1953E-02 .5576E-03    0.0007 .3223E-06 .2145E-0
  157         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0626 .1769E-02 .5171E-03    0.0007 .3256E-06 .2155E-0
  158         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0566 .1601E-02 .4793E-03    0.0007 .3279E-06 .2162E-0
  159         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0512 .1448E-02 .4441E-03    0.0007 .3280E-06 .2705E-0
  160         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0463 .1309E-02 .4113E-03    0.0007 .3310E-06 .2168E-0
  161         0.18  0.000  0.023  0.1612    0.0000 .0000E+00 .0000E+00    0.0418 .1183E-02 .3808E-03    0.0007 .3305E-06 .2166E-0
  162         0.00  0.000  0.020  0.1579    0.0000 .0000E+00 .0000E+00    0.0378 .1068E-02 .3524E-03    0.0007 .3292E-06 .2162E-0
  163         0.00  0.000  0.032  0.1525    0.0000 .0000E+00 .0000E+00    0.0341 .9643E-03 .3259E-03    0.0004 .1649E-06 .1620E-0
  164         0.00  0.000  0.029  0.1476    0.0000 .0000E+00 .0000E+00    0.0308 .8697E-03 .3013E-03    0.0007 .3246E-06 .2150E-0
  165         0.00  0.000  0.030  0.1427    0.0000 .0000E+00 .0000E+00    0.0277 .7838E-03 .2784E-03    0.0007 .3219E-06 .2141E-0
  166         0.00  0.000  0.030  0.1377    0.0000 .0000E+00 .0000E+00    0.0250 .7060E-03 .2571E-03    0.0007 .3188E-06 .2130E-0
  167         0.00  0.000  0.013  0.1356    0.0000 .0000E+00 .0000E+00    0.0225 .6354E-03 .2373E-03    0.0007 .3153E-06 .2118E-0
  168         0.00  0.000  0.003  0.1351    0.0000 .0000E+00 .0000E+00    0.0202 .5714E-03 .2189E-03    0.0007 .3114E-06 .2105E-0
  169         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0182 .5136E-03 .2018E-03    0.0007 .3073E-06 .2091E-0
  170         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0163 .4612E-03 .1860E-03    0.0007 .3030E-06 .2076E-0
  171         0.32  0.000  0.027  0.1839    0.0000 .0000E+00 .0000E+00    0.0146 .4138E-03 .1713E-03    0.0007 .2984E-06 .2571E-0
  172         0.00  0.000  0.034  0.1783    0.0000 .0000E+00 .0000E+00    0.0131 .3709E-03 .1576E-03    0.0007 .2930E-06 .2039E-0
  173         0.00  0.000  0.038  0.1719    0.0000 .0000E+00 .0000E+00    0.0118 .3323E-03 .1450E-03    0.0007 .2880E-06 .2022E-0
  174         0.26  0.000  0.043  0.2081    0.0000 .0000E+00 .0000E+00    0.0105 .2974E-03 .1332E-03    0.0007 .2830E-06 .2004E-0
  175         0.59  0.001  0.050  0.2980    0.0000 .0000E+00 .0000E+00    0.0094 .2659E-03 .1223E-03    0.0003 .1389E-06 .1492E-0
  176         0.00  0.000  0.293  0.2491    0.0000 .0000E+00 .0000E+00    0.0084 .2375E-03 .1123E-03    0.0007 .2737E-06 .1972E-0
  177         0.00  0.000  0.312  0.1971    0.0000 .0000E+00 .0000E+00    0.0075 .2119E-03 .1030E-03    0.0006 .2685E-06 .1954E-0
  178         0.06  0.000  0.193  0.1750    0.0000 .0000E+00 .0000E+00    0.0067 .1889E-03 .9435E-04    0.0006 .2634E-06 .1935E-0
  179         0.00  0.000  0.125  0.1542    0.0000 .0000E+00 .0000E+00    0.0059 .1682E-03 .8639E-04    0.0006 .2582E-06 .1916E-0
  180         0.00  0.000  0.099  0.1378    0.0000 .0000E+00 .0000E+00    0.0053 .1496E-03 .7903E-04    0.0006 .2530E-06 .1896E-0
  181         0.08  0.000  0.032  0.1457    0.0000 .0000E+00 .0000E+00    0.0047 .1329E-03 .7223E-04    0.0006 .2479E-06 .1877E-0
  182         0.00  0.000  0.044  0.1384    0.0000 .0000E+00 .0000E+00    0.0042 .1179E-03 .6596E-04    0.0006 .2428E-06 .1858E-0
  183         0.00  0.000  0.015  0.1359    0.0000 .0000E+00 .0000E+00    0.0037 .1045E-03 .6017E-04    0.0006 .2378E-06 .1838E-0
  184         1.67  0.222  0.077  0.3644    0.0000 .0000E+00 .0000E+00    0.0033 .9250E-04 .5484E-04    0.0006 .2328E-06 .2270E-0
  185         0.00  0.000  0.241  0.3205    1.1391 .0000E+00 .2242E-01    0.0251 .7100E-03 .2455E-03    0.0005 .1807E-06 .1602E-0



  186         0.07  0.000  0.183  0.2967    1.7888 .0000E+00 .3049E-01    0.0888 .2510E-02 .6717E-03    0.0004 .9519E-07 .1163E-0
  187         0.13  0.000  0.243  0.2729    1.6230 .0000E+00 .3012E-01    0.1593 .4506E-02 .1053E-02    0.0003 .4279E-07 .7804E-0
  188         0.00  0.000  0.196  0.2352    1.4826 .0000E+00 .2981E-01    0.2229 .6302E-02 .1361E-02    0.0002 .1614E-07 .4800E-0
  189         0.00  0.000  0.216  0.1943    1.0844 .0000E+00 .2893E-01    0.2796 .7906E-02 .1619E-02    0.0000 .1966E-08 .1765E-0
  190         0.19  0.000  0.159  0.1948    0.7057 .0000E+00 .2809E-01    0.3292 .9309E-02 .1835E-02    0.0000 .1266E-08 .9188E-0
  191         0.47  0.000  0.201  0.2352    0.2664 .0000E+00 .2712E-01    0.3724 .1053E-01 .2016E-02    0.0000 .5011E-10 .1335E-0
  192         0.01  0.000  0.281  0.1900    0.0021 .0000E+00 .0000E+00    0.3833 .1084E-01 .2062E-02    0.0000 .0000E+00 .0000E+0
  193         0.00  0.000  0.244  0.1493    0.0000 .0000E+00 .0000E+00    0.3498 .9890E-02 .1922E-02    0.0000 .1123E-09 .4113E-0
  194         0.00  0.000  0.086  0.1350    0.0000 .0000E+00 .0000E+00    0.3190 .9021E-02 .1792E-02    0.0001 .2691E-08 .1970E-0
  195         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2909 .8226E-02 .1669E-02    0.0001 .8101E-08 .3407E-0
  196         0.12  0.000  0.049  0.1469    0.0000 .0000E+00 .0000E+00    0.2652 .7498E-02 .1555E-02    0.0001 .7820E-08 .3530E-0
  197         0.00  0.000  0.048  0.1388    0.0000 .0000E+00 .0000E+00    0.2416 .6832E-02 .1449E-02    0.0002 .2135E-07 .5639E-0
  198         0.56  0.000  0.085  0.2181    0.0000 .0000E+00 .0000E+00    0.2201 .6224E-02 .1349E-02    0.0002 .3110E-07 .6773E-0
  199         0.71  0.013  0.188  0.3029    0.0000 .0000E+00 .0000E+00    0.2004 .5667E-02 .1256E-02    0.0002 .4165E-07 .7811E-0
  200         0.13  0.000  0.278  0.2750    0.0334 .0000E+00 .1997E-01    0.2023 .5719E-02 .1265E-02    0.0003 .4562E-07 .8049E-0
  201         0.00  0.000  0.297  0.2229    0.0353 .0000E+00 .1575E-01    0.2318 .6555E-02 .1404E-02    0.0002 .3691E-07 .7065E-0
  202         0.00  0.000  0.309  0.1714    0.0000 .0000E+00 .0000E+00    0.2365 .6686E-02 .1425E-02    0.0002 .3145E-07 .8341E-0
  203         0.02  0.000  0.212  0.1395    0.0000 .0000E+00 .0000E+00    0.2154 .6090E-02 .1327E-02    0.0003 .4191E-07 .7727E-0
  204         0.14  0.000  0.096  0.1467    0.0000 .0000E+00 .0000E+00    0.1961 .5544E-02 .1235E-02    0.0003 .5334E-07 .8714E-0
  205         0.29  0.000  0.099  0.1786    0.0000 .0000E+00 .0000E+00    0.1785 .5046E-02 .1149E-02    0.0002 .3242E-07 .7207E-0
  206         0.00  0.000  0.117  0.1591    0.0000 .0000E+00 .0000E+00    0.1624 .4591E-02 .1069E-02    0.0003 .7215E-07 .1023E-0
  207         0.72  0.000  0.142  0.2554    0.0000 .0000E+00 .0000E+00    0.1476 .4175E-02 .9947E-03    0.0004 .8344E-07 .1378E-0
  208         0.00  0.000  0.264  0.2113    0.0000 .0000E+00 .0000E+00    0.1342 .3795E-02 .9250E-03    0.0004 .9856E-07 .1184E-0
  209         0.00  0.000  0.229  0.1731    0.0000 .0000E+00 .0000E+00    0.1219 .3448E-02 .8598E-03    0.0004 .1089E-06 .1244E-0
  210         0.00  0.000  0.198  0.1402    0.0000 .0000E+00 .0000E+00    0.1108 .3132E-02 .7990E-03    0.0004 .1185E-06 .1298E-0
  211         0.00  0.000  0.031  0.1350    0.0000 .0000E+00 .0000E+00    0.1005 .2843E-02 .7422E-03    0.0004 .1275E-06 .1346E-0
  212         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0912 .2580E-02 .6892E-03    0.0005 .1358E-06 .1389E-0
  213         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0827 .2339E-02 .6398E-03    0.0005 .1434E-06 .1427E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0750 .2121E-02 .5937E-03    0.0005 .1502E-06 .1461E-0
  215         0.08  0.000  0.028  0.1437    0.0000 .0000E+00 .0000E+00    0.0680 .1921E-02 .5508E-03    0.0005 .1563E-06 .1490E-0
  216         0.00  0.000  0.036  0.1377    0.0000 .0000E+00 .0000E+00    0.0615 .1740E-02 .5107E-03    0.0005 .1617E-06 .1516E-0
  217         0.00  0.000  0.010  0.1360    0.0000 .0000E+00 .0000E+00    0.0557 .1575E-02 .4734E-03    0.0005 .1665E-06 .1538E-0
  218         0.00  0.000  0.005  0.1353    0.0000 .0000E+00 .0000E+00    0.0504 .1424E-02 .4386E-03    0.0005 .1705E-06 .1556E-0
  219         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0455 .1288E-02 .4062E-03    0.0003 .8747E-07 .1181E-0
  220         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0411 .1163E-02 .3760E-03    0.0005 .1753E-06 .1582E-0
  221         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0372 .1051E-02 .3479E-03    0.0005 .1778E-06 .1593E-0
  222         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0335 .9480E-03 .3217E-03    0.0005 .1798E-06 .2001E-0
  223         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0302 .8549E-03 .2974E-03    0.0005 .1823E-06 .1609E-0
  224         0.13  0.000  0.059  0.1468    0.0000 .0000E+00 .0000E+00    0.0272 .7704E-03 .2748E-03    0.0005 .1832E-06 .1613E-0
  225         0.00  0.000  0.048  0.1388    0.0000 .0000E+00 .0000E+00    0.0245 .6938E-03 .2537E-03    0.0005 .1837E-06 .1615E-0
  226         0.00  0.000  0.016  0.1361    0.0000 .0000E+00 .0000E+00    0.0221 .6244E-03 .2342E-03    0.0003 .9193E-07 .1214E-0
  227         0.00  0.000  0.005  0.1353    0.0000 .0000E+00 .0000E+00    0.0199 .5615E-03 .2160E-03    0.0005 .1832E-06 .1615E-0
  228         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0178 .5045E-03 .1991E-03    0.0005 .1828E-06 .1613E-0
  229         0.21  0.000  0.066  0.1591    0.0000 .0000E+00 .0000E+00    0.0160 .4530E-03 .1835E-03    0.0005 .1821E-06 .1610E-0
  230         0.54  0.000  0.103  0.2320    0.0000 .0000E+00 .0000E+00    0.0144 .4064E-03 .1689E-03    0.0005 .1812E-06 .1606E-0
  231         0.00  0.000  0.157  0.2059    0.0000 .0000E+00 .0000E+00    0.0129 .3643E-03 .1555E-03    0.0005 .1800E-06 .1999E-0
  232         0.00  0.000  0.178  0.1762    0.0000 .0000E+00 .0000E+00    0.0115 .3263E-03 .1430E-03    0.0005 .1786E-06 .1593E-0
  233         0.00  0.000  0.148  0.1515    0.0000 .0000E+00 .0000E+00    0.0103 .2919E-03 .1314E-03    0.0005 .1770E-06 .1586E-0
  234         0.08  0.000  0.111  0.1464    0.0000 .0000E+00 .0000E+00    0.0092 .2610E-03 .1206E-03    0.0003 .8813E-07 .1185E-0
  235         0.00  0.000  0.049  0.1382    0.0000 .0000E+00 .0000E+00    0.0082 .2331E-03 .1107E-03    0.0005 .1735E-06 .1571E-0
  236         0.00  0.000  0.014  0.1359    0.0000 .0000E+00 .0000E+00    0.0074 .2079E-03 .1015E-03    0.0005 .1715E-06 .1562E-0
  237         0.01  0.000  0.014  0.1353    0.0000 .0000E+00 .0000E+00    0.0066 .1853E-03 .9299E-04    0.0005 .1695E-06 .1552E-0
  238         0.25  0.000  0.074  0.1646    0.0000 .0000E+00 .0000E+00    0.0058 .1650E-03 .8513E-04    0.0005 .1673E-06 .1542E-0
  239         0.00  0.000  0.107  0.1467    0.0000 .0000E+00 .0000E+00    0.0052 .1467E-03 .7787E-04    0.0005 .1651E-06 .1532E-0
  240         0.00  0.000  0.047  0.1389    0.0000 .0000E+00 .0000E+00    0.0046 .1303E-03 .7116E-04    0.0005 .1628E-06 .1521E-0
  241         0.00  0.000  0.018  0.1359    0.0000 .0000E+00 .0000E+00    0.0041 .1156E-03 .6497E-04    0.0005 .1604E-06 .1510E-0
  242         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0036 .1024E-03 .5926E-04    0.0005 .1580E-06 .1499E-0
  243         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0032 .9064E-04 .5400E-04    0.0005 .1556E-06 .1487E-0
  244         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0028 .8009E-04 .4915E-04    0.0005 .1531E-06 .1475E-0
  245         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0025 .7067E-04 .4470E-04    0.0005 .1507E-06 .1463E-0
  246         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0022 .6227E-04 .4060E-04    0.0005 .1482E-06 .1812E-0
  247         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0019 .5478E-04 .3683E-04    0.0005 .1452E-06 .1436E-0
  248         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0017 .4811E-04 .3337E-04    0.0005 .1428E-06 .1424E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0015 .4218E-04 .3020E-04    0.0005 .1403E-06 .1412E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0013 .3692E-04 .2729E-04    0.0005 .1379E-06 .1400E-0
  251         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0011 .3225E-04 .2463E-04    0.0005 .1355E-06 .1387E-0
  252         1.39  0.122  0.073  0.3342    0.0000 .0000E+00 .0000E+00    0.0010 .2812E-04 .2220E-04    0.0005 .1331E-06 .1375E-0
  253         0.00  0.000  0.191  0.2988    0.6175 .0000E+00 .2126E-01    0.0219 .6202E-03 .2179E-03    0.0004 .9584E-07 .1167E-0
  254         0.00  0.000  0.192  0.2621    0.9827 .0000E+00 .2870E-01    0.0823 .2326E-02 .6338E-03    0.0002 .3907E-07 .7454E-0
  255         1.71  0.278  0.149  0.4711    1.1187 .0000E+00 .2901E-01    0.1494 .4226E-02 .1003E-02    0.0001 .1009E-07 .3792E-0
  256         0.00  0.000  0.208  0.4303    4.7426 .0000E+00 .3702E-01    0.2192 .6198E-02 .1344E-02    0.0000 .1608E-09 .4857E-0
  257         0.00  0.000  0.137  0.4015    4.1482 .0000E+00 .3570E-01    0.2946 .8329E-02 .1685E-02    0.0000 .0000E+00 .0000E+0
  258         0.00  0.000  0.155  0.3698    3.7076 .0000E+00 .3473E-01    0.3604 .1019E-01 .1966E-02    0.0000 .0000E+00 .0000E+0
  259         0.00  0.000  0.146  0.3398    3.2567 .0000E+00 .3373E-01    0.4181 .1182E-01 .2204E-02    0.0000 .0000E+00 .0000E+0
  260         0.00  0.000  0.109  0.3161    2.9279 .0000E+00 .3301E-01    0.4687 .1325E-01 .2405E-02    0.0000 .0000E+00 .0000E+0
  261         0.00  0.000  0.152  0.2855    2.5407 .0000E+00 .3215E-01    0.5130 .1450E-01 .2578E-02    0.0000 .0000E+00 .0000E+0
  262         0.00  0.000  0.137  0.2575    1.9507 .0000E+00 .3084E-01    0.5509 .1558E-01 .2723E-02    0.0000 .0000E+00 .0000E+0
  263         0.00  0.000  0.116  0.2331    1.6279 .0000E+00 .3013E-01    0.5828 .1648E-01 .2843E-02    0.0000 .0000E+00 .0000E+0
  264         0.00  0.000  0.117  0.2088    1.1178 .0000E+00 .2900E-01    0.6099 .1724E-01 .2944E-02    0.0000 .0000E+00 .0000E+0
  265         0.08  0.000  0.100  0.2007    0.8716 .0000E+00 .2846E-01    0.6323 .1788E-01 .3027E-02    0.0000 .0000E+00 .0000E+0
  266         0.00  0.000  0.077  0.1832    0.6956 .0000E+00 .2807E-01    0.6515 .1842E-01 .3097E-02    0.0000 .0000E+00 .0000E+0
  267         0.00  0.000  0.111  0.1609    0.3357 .0000E+00 .2234E-01    0.6629 .1874E-01 .3139E-02    0.0000 .0000E+00 .0000E+0
  268         0.00  0.000  0.132  0.1389    0.0000 .0000E+00 .0000E+00    0.6419 .1815E-01 .3062E-02    0.0000 .0000E+00 .0000E+0
  269         0.20  0.000  0.082  0.1587    0.0000 .0000E+00 .0000E+00    0.5867 .1659E-01 .2857E-02    0.0000 .0000E+00 .0000E+0
  270         0.00  0.000  0.039  0.1522    0.0000 .0000E+00 .0000E+00    0.5361 .1516E-01 .2666E-02    0.0000 .0000E+00 .0000E+0
  271         0.00  0.000  0.048  0.1441    0.0000 .0000E+00 .0000E+00    0.4897 .1385E-01 .2487E-02    0.0000 .0000E+00 .0000E+0
  272         0.30  0.000  0.070  0.1824    0.0000 .0000E+00 .0000E+00    0.4472 .1264E-01 .2320E-02    0.0000 .0000E+00 .0000E+0
  273         0.00  0.000  0.078  0.1695    0.0000 .0000E+00 .0000E+00    0.4082 .1154E-01 .2164E-02    0.0000 .0000E+00 .0000E+0
  274         0.00  0.000  0.045  0.1619    0.0000 .0000E+00 .0000E+00    0.3726 .1053E-01 .2017E-02    0.0000 .0000E+00 .0000E+0
  275         0.00  0.000  0.042  0.1548    0.0000 .0000E+00 .0000E+00    0.3399 .9612E-02 .1881E-02    0.0000 .9097E-09 .1152E-0
  276         0.00  0.000  0.036  0.1488    0.0000 .0000E+00 .0000E+00    0.3100 .8766E-02 .1753E-02    0.0001 .4966E-08 .2671E-0
  277         0.00  0.000  0.037  0.1426    0.0000 .0000E+00 .0000E+00    0.2827 .7993E-02 .1633E-02    0.0001 .1157E-07 .4069E-0
  278         0.00  0.000  0.034  0.1369    0.0000 .0000E+00 .0000E+00    0.2576 .7285E-02 .1521E-02    0.0002 .2007E-07 .5353E-0
  279         0.31  0.000  0.046  0.1808    0.0000 .0000E+00 .0000E+00    0.2347 .6637E-02 .1417E-02    0.0002 .2991E-07 .6530E-0
  280         0.00  0.000  0.060  0.1708    0.0000 .0000E+00 .0000E+00    0.2138 .6045E-02 .1319E-02    0.0003 .4061E-07 .7606E-0
  281         0.35  0.000  0.050  0.2209    0.0000 .0000E+00 .0000E+00    0.1946 .5504E-02 .1228E-02    0.0003 .5182E-07 .8589E-0



  282         0.07  0.000  0.071  0.2207    0.0000 .0000E+00 .0000E+00    0.1771 .5009E-02 .1143E-02    0.0003 .6321E-07 .9484E-0
  283         0.06  0.000  0.073  0.2185    0.0000 .0000E+00 .0000E+00    0.1612 .4557E-02 .1063E-02    0.0003 .7454E-07 .1030E-0
  284         0.00  0.000  0.065  0.2077    0.0000 .0000E+00 .0000E+00    0.1465 .4144E-02 .9891E-03    0.0004 .8561E-07 .1103E-0
  285         0.00  0.000  0.074  0.1954    0.0000 .0000E+00 .0000E+00    0.1332 .3766E-02 .9197E-03    0.0004 .9628E-07 .1170E-0
  286         0.00  0.000  0.064  0.1846    0.0000 .0000E+00 .0000E+00    0.1210 .3422E-02 .8549E-03    0.0002 .5334E-07 .9231E-0
  287         0.09  0.000  0.070  0.1879    0.0000 .0000E+00 .0000E+00    0.1099 .3108E-02 .7944E-03    0.0004 .1123E-06 .1271E-0
  288         0.00  0.000  0.073  0.1758    0.0000 .0000E+00 .0000E+00    0.0998 .2821E-02 .7379E-03    0.0004 .1211E-06 .1652E-0
  289         0.00  0.000  0.065  0.1649    0.0000 .0000E+00 .0000E+00    0.0905 .2560E-02 .6852E-03    0.0005 .1331E-06 .1375E-0
  290         0.34  0.000  0.070  0.2098    0.0000 .0000E+00 .0000E+00    0.0821 .2322E-02 .6361E-03    0.0005 .1405E-06 .1413E-0
  291         0.00  0.000  0.049  0.2015    0.0000 .0000E+00 .0000E+00    0.0744 .2104E-02 .5903E-03    0.0002 .7398E-07 .1086E-0
  292         0.00  0.000  0.066  0.1905    0.0000 .0000E+00 .0000E+00    0.0674 .1907E-02 .5475E-03    0.0005 .1508E-06 .1469E-0
  293         0.47  0.000  0.068  0.2575    0.0000 .0000E+00 .0000E+00    0.0611 .1726E-02 .5077E-03    0.0005 .1563E-06 .1495E-0
  294         0.63  0.008  0.077  0.3471    0.1335 .0000E+00 .6928E-02    0.0621 .1757E-02 .5144E-03    0.0005 .1555E-06 .1486E-0
  295         0.49  0.001  0.064  0.4127    2.2420 .0000E+00 .3149E-01    0.0986 .2788E-02 .7282E-03    0.0005 .1263E-06 .1311E-0
  296         0.00  0.000  0.052  0.3984    3.4882 .0000E+00 .3424E-01    0.1740 .4921E-02 .1126E-02    0.0003 .7214E-07 .9548E-0
  297         0.00  0.000  0.065  0.3820    3.2459 .0000E+00 .3371E-01    0.2468 .6978E-02 .1472E-02    0.0002 .3012E-07 .6027E-0
  298         0.05  0.000  0.072  0.3728    3.0031 .0000E+00 .3317E-01    0.3120 .8821E-02 .1761E-02    0.0001 .9203E-08 .3156E-0
  299         0.00  0.000  0.078  0.3544    2.8266 .0000E+00 .3278E-01    0.3703 .1047E-01 .2008E-02    0.0000 .1258E-08 .8209E-0
  300         0.00  0.000  0.074  0.3368    2.6927 .0000E+00 .3249E-01    0.4229 .1196E-01 .2223E-02    0.0000 .2618E-10 .9649E-0
  301         0.00  0.000  0.076  0.3188    2.5030 .0000E+00 .3207E-01    0.4701 .1329E-01 .2411E-02    0.0000 .0000E+00 .0000E+0
  302         0.02  0.000  0.058  0.3072    2.3027 .0000E+00 .3162E-01    0.5122 .1448E-01 .2575E-02    0.0000 .0000E+00 .0000E+0
  303         0.00  0.000  0.056  0.2927    2.1034 .0000E+00 .3118E-01    0.5497 .1554E-01 .2718E-02    0.0000 .0000E+00 .0000E+0
  304         0.15  0.000  0.060  0.3025    1.9284 .0000E+00 .3080E-01    0.5829 .1648E-01 .2844E-02    0.0000 .0000E+00 .0000E+0
  305         0.17  0.000  0.065  0.3150    1.7706 .0000E+00 .3045E-01    0.6124 .1732E-01 .2954E-02    0.0000 .0000E+00 .0000E+0
  306         0.00  0.000  0.074  0.2975    1.6067 .0000E+00 .3008E-01    0.6386 .1806E-01 .3050E-02    0.0000 .0000E+00 .0000E+0
  307         0.00  0.000  0.066  0.2815    1.4460 .0000E+00 .2973E-01    0.6616 .1871E-01 .3134E-02    0.0000 .0000E+00 .0000E+0
  308         0.00  0.000  0.073  0.2644    1.2885 .0000E+00 .2938E-01    0.6818 .1928E-01 .3207E-02    0.0000 .0000E+00 .0000E+0
  309         0.15  0.000  0.078  0.2715    1.1250 .0000E+00 .2902E-01    0.6994 .1977E-01 .3271E-02    0.0000 .0000E+00 .0000E+0
  310         0.06  0.000  0.078  0.2636    0.9572 .0000E+00 .2865E-01    0.7145 .2020E-01 .3325E-02    0.0000 .0000E+00 .0000E+0
  311         0.00  0.000  0.046  0.2513    0.8233 .0000E+00 .2835E-01    0.7276 .2057E-01 .3372E-02    0.0000 .0000E+00 .0000E+0
  312         0.88  0.017  0.071  0.3786    0.6857 .0000E+00 .2805E-01    0.7387 .2089E-01 .3412E-02    0.0000 .0000E+00 .0000E+0
  313         0.00  0.000  0.065  0.3626    2.3321 .0000E+00 .3169E-01    0.7521 .2127E-01 .3459E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.067  0.3460    2.4056 .0000E+00 .3185E-01    0.7704 .2178E-01 .3524E-02    0.0000 .0000E+00 .0000E+0
  315         0.03  0.000  0.064  0.3350    2.2119 .0000E+00 .3142E-01    0.7870 .2225E-01 .3582E-02    0.0000 .0000E+00 .0000E+0
  316         0.10  0.000  0.071  0.3346    2.0129 .0000E+00 .3098E-01    0.8011 .2265E-01 .3632E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.070  0.3179    1.8567 .0000E+00 .3064E-01    0.8130 .2299E-01 .3673E-02    0.0000 .0000E+00 .0000E+0
  318         0.00  0.000  0.053  0.3040    1.6904 .0000E+00 .3027E-01    0.8230 .2327E-01 .3708E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.054  0.2900    1.5298 .0000E+00 .2991E-01    0.8312 .2350E-01 .3736E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.056  0.2757    1.3702 .0000E+00 .2956E-01    0.8378 .2369E-01 .3759E-02    0.0000 .0000E+00 .0000E+0
  321         0.52  0.000  0.059  0.3477    1.2132 .0000E+00 .2921E-01    0.8430 .2384E-01 .3777E-02    0.0000 .0000E+00 .0000E+0
  322         0.00  0.000  0.053  0.3339    1.4990 .0000E+00 .2985E-01    0.8478 .2397E-01 .3794E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.059  0.3191    1.5284 .0000E+00 .2991E-01    0.8533 .2413E-01 .3813E-02    0.0000 .0000E+00 .0000E+0
  324         0.00  0.000  0.055  0.3051    1.3740 .0000E+00 .2957E-01    0.8581 .2426E-01 .3829E-02    0.0000 .0000E+00 .0000E+0
  325         0.15  0.000  0.064  0.3145    1.2163 .0000E+00 .2922E-01    0.8616 .2436E-01 .3841E-02    0.0000 .0000E+00 .0000E+0
  326         0.00  0.000  0.049  0.3015    1.0439 .0000E+00 .2884E-01    0.8638 .2443E-01 .3849E-02    0.0000 .0000E+00 .0000E+0
  327         0.00  0.000  0.057  0.2872    0.9244 .0000E+00 .2858E-01    0.8650 .2446E-01 .3853E-02    0.0000 .1989E-09 .5379E-0
  328         0.42  0.000  0.060  0.3425    0.8153 .0000E+00 .2833E-01    0.8655 .2447E-01 .3855E-02    0.0000 .1534E-08 .2054E-0
  329         0.16  0.000  0.064  0.3536    1.4969 .0000E+00 .2984E-01    0.8670 .2451E-01 .3860E-02    0.0001 .4972E-08 .2711E-0
  330         0.54  0.006  0.058  0.4275    2.5185 .0000E+00 .3210E-01    0.8731 .2469E-01 .3881E-02    0.0001 .8354E-08 .3501E-0
  331         0.00  0.000  0.060  0.4117    3.8671 .0000E+00 .3508E-01    0.8852 .2503E-01 .3922E-02    0.0001 .1146E-07 .4093E-0
  332         0.00  0.000  0.046  0.3983    3.7361 .0000E+00 .3479E-01    0.9009 .2547E-01 .3976E-02    0.0001 .1441E-07 .4586E-0
  333         0.00  0.000  0.042  0.3856    3.5705 .0000E+00 .3443E-01    0.9144 .2586E-01 .4022E-02    0.0002 .1838E-07 .5173E-0
  334         0.00  0.000  0.041  0.3730    3.3869 .0000E+00 .3402E-01    0.9259 .2618E-01 .4061E-02    0.0002 .2354E-07 .5848E-0
  335         0.00  0.000  0.035  0.3615    3.2058 .0000E+00 .3362E-01    0.9353 .2645E-01 .4093E-02    0.0001 .1379E-07 .4850E-0
  336  *      0.00  0.000  0.029  0.3512    3.0082 .0000E+00 .3318E-01    0.9429 .2666E-01 .4118E-02    0.0002 .3628E-07 .7218E-0
  337  *      0.00  0.000  0.000  0.3458    2.8375 .0000E+00 .3281E-01    0.9488 .2683E-01 .4138E-02    0.0003 .4549E-07 .8085E-0
  338  *      0.00  0.000  0.030  0.3354    2.6778 .0000E+00 .3245E-01    0.9532 .2695E-01 .4153E-02    0.0003 .5636E-07 .9000E-0
  339  *      0.15  0.000  0.037  0.3333    2.5138 .0000E+00 .3209E-01    0.9564 .2704E-01 .4164E-02    0.0003 .6895E-07 .9954E-0
  340         0.02  0.000  0.046  0.3392    2.3664 .0000E+00 .3176E-01    0.9584 .2710E-01 .4170E-02    0.0004 .8327E-07 .1094E-0
  341         0.00  0.000  0.049  0.3257    2.2316 .0000E+00 .3147E-01    0.9594 .2713E-01 .4174E-02    0.0004 .9931E-07 .1194E-0
  342         0.00  0.000  0.049  0.3124    2.0427 .0000E+00 .3105E-01    0.9594 .2713E-01 .4174E-02    0.0004 .1171E-06 .1296E-0
  343         0.14  0.000  0.057  0.3211    1.8913 .0000E+00 .3071E-01    0.9584 .2710E-01 .4170E-02    0.0005 .1365E-06 .1400E-0
  344         0.06  0.000  0.047  0.3183    1.7358 .0000E+00 .3037E-01    0.9566 .2705E-01 .4164E-02    0.0005 .1602E-06 .1895E-0
  345  *      0.39  0.000  0.035  0.3165    1.5869 .0000E+00 .3004E-01    0.9541 .2698E-01 .4156E-02    0.0005 .1863E-06 .1634E-0
  346         0.00  0.000  0.024  0.3363    1.4490 .0000E+00 .2974E-01    0.9509 .2689E-01 .4145E-02    0.0006 .2107E-06 .1737E-0
  347         0.00  0.000  0.039  0.3347    1.3184 .0000E+00 .2945E-01    0.9473 .2678E-01 .4133E-02    0.0006 .2362E-06 .1838E-0
  348         0.09  0.000  0.024  0.3582    1.3135 .0000E+00 .2944E-01    0.9434 .2668E-01 .4120E-02    0.0006 .2625E-06 .1938E-0
  349  *      0.00  0.000  0.034  0.3475    1.5974 .0000E+00 .3006E-01    0.9405 .2659E-01 .4110E-02    0.0003 .1413E-06 .1515E-0
  350  *      0.00  0.000  0.034  0.3368    1.7248 .0000E+00 .3035E-01    0.9391 .2655E-01 .4106E-02    0.0007 .3068E-06 .2631E-0
  351         0.32  0.000  0.046  0.3774    1.7541 .0000E+00 .3041E-01    0.9384 .2653E-01 .4103E-02    0.0007 .3375E-06 .2196E-0
  352  *      0.97  0.000  0.032  0.3753    2.6033 .0000E+00 .3229E-01    0.9396 .2657E-01 .4107E-02    0.0007 .3598E-06 .2267E-0
  353  *      0.47  0.000  0.025  0.3732    2.5682 .0000E+00 .3221E-01    0.9438 .2669E-01 .4121E-02    0.0008 .3792E-06 .2327E-0
  354  *      0.51  0.000  0.028  0.3712    2.4952 .0000E+00 .3205E-01    0.9473 .2678E-01 .4133E-02    0.0004 .1997E-06 .1784E-0
  355         0.00  0.000  0.039  0.3691    2.4262 .0000E+00 .3190E-01    0.9501 .2686E-01 .4142E-02    0.0008 .4157E-06 .3054E-0
  356         0.00  0.000  0.031  0.3767    2.3303 .0000E+00 .3168E-01    0.9522 .2692E-01 .4150E-02    0.0008 .4424E-06 .2513E-0
  357  *      0.00  0.000  0.035  0.3747    2.3518 .0000E+00 .3173E-01    0.9538 .2697E-01 .4155E-02    0.0008 .4648E-06 .2575E-0
  358  *      0.00  0.000  0.032  0.3727    2.4594 .0000E+00 .3197E-01    0.9556 .2702E-01 .4161E-02    0.0009 .4868E-06 .2635E-0
  359  *      0.00  0.000  0.034  0.3707    2.4478 .0000E+00 .3194E-01    0.9576 .2708E-01 .4168E-02    0.0004 .2512E-06 .2014E-0
  360  *      0.00  0.000  0.033  0.3687    2.4038 .0000E+00 .3185E-01    0.9594 .2713E-01 .4174E-02    0.0009 .5251E-06 .2736E-0
  361  *      0.00  0.000  0.033  0.3667    2.3514 .0000E+00 .3173E-01    0.9607 .2716E-01 .4178E-02    0.0009 .5471E-06 .3500E-0
  362  *      0.00  0.000  0.031  0.3648    2.2974 .0000E+00 .3161E-01    0.9616 .2719E-01 .4181E-02    0.0009 .5749E-06 .2863E-0
  363  *  *   0.06  0.000  0.029  0.3599    1.2623 .0000E+00 .2932E-01    0.9599 .2714E-01 .4176E-02    0.0010 .6003E-06 .2925E-0
  364  *  *   0.13  0.000  0.028  0.3552    0.8158 .0000E+00 .2834E-01    0.9538 .2697E-01 .4155E-02    0.0010 .6314E-06 .3000E-0
  365  *  *   0.00  0.000  0.033  0.3505    0.6857 .0000E+00 .2805E-01    0.9462 .2675E-01 .4129E-02    0.0010 .6635E-06 .3075E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   11
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------



 
 PRECIPITATION                    5.52    3.68    2.80    2.03    2.13    1.49
                                  5.23    1.30    3.68    3.03    3.18    3.31
 
 RUNOFF                           4.619   2.407   0.815   0.000   0.051   0.001
                                  0.236   0.000   0.400   0.009   0.023   0.000
 
 EVAPOTRANSPIRATION               0.445   0.754   2.879   1.620   2.420   1.430
                                  4.826   1.300   2.619   1.892   1.820   1.056
 
 PERCOLATION/LEAKAGE THROUGH      0.0000  0.4212  0.9571  0.0000  0.1498  0.0000
   LAYER  2                       0.2327  0.0000  0.4542  0.3305  0.9138  0.9657
 
 LATERAL DRAINAGE COLLECTED       0.1962  0.2796  0.6415  0.2480  0.1047  0.0286
   FROM LAYER  3                  0.1665  0.0231  0.2642  0.2073  0.6819  0.8337
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0401  0.0518  0.1038  0.0478  0.0245  0.0091
   LAYER  4                       0.0359  0.0078  0.0477  0.0426  0.1091  0.1285
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1417  0.0546  0.0412  0.1107  0.0739  0.0617
   LAYER  7                       0.0268  0.0480  0.0155  0.0233  0.0029  0.0615
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.000   0.997   3.300   0.000   0.154   0.000
   TOP OF LAYER  2                0.263   0.000   1.021   0.854   1.777   2.089
 
 STD. DEVIATION OF DAILY          0.000   1.586   1.848   0.000   0.367   0.000
   HEAD ON TOP OF LAYER  2        0.546   0.000   1.432   1.280   0.881   0.617
 
 AVERAGE DAILY HEAD ON            0.224   0.353   0.732   0.292   0.119   0.034
   TOP OF LAYER  4                0.190   0.026   0.311   0.237   0.804   0.951
 
 STD. DEVIATION OF DAILY          0.178   0.211   0.252   0.224   0.101   0.028
   HEAD ON TOP OF LAYER  4        0.107   0.023   0.261   0.153   0.085   0.008
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.000   0.000   0.000   0.000   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   11
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           37.38         339223.437    100.00
 
   RUNOFF                                   8.560         77686.414     22.90
 
   EVAPOTRANSPIRATION                      23.061        209279.781     61.69
 
   PERC./LEAKAGE THROUGH LAYER  2           4.424922      40156.172     11.84
 
   AVG. HEAD ON TOP OF LAYER  2             0.8713
 
   DRAINAGE COLLECTED FROM LAYER  3         3.6753        33353.227      9.83
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.648791       5887.783      1.74
 
   AVG. HEAD ON TOP OF LAYER  4             0.3561
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.140      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.661718       6005.091      1.77
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  1.421         12897.864      3.80
 
   SOIL WATER AT START OF YEAR            284.775       2584331.250
 
   SOIL WATER AT END OF YEAR              284.992       2586300.750
 
   SNOW WATER AT START OF YEAR              0.219          1988.107      0.59
 
   SNOW WATER AT END OF YEAR                1.423         12916.323      3.81
 



   ANNUAL WATER BUDGET BALANCE              0.0000           -0.077      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   12
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *  *   0.00  0.000  0.034  0.3458    0.5570 .0000E+00 .2776E-01    0.9385 .2654E-01 .4104E-02    0.0005 .3450E-06 .2356E-0
    2  *  *   0.00  0.000  0.027  0.3413    0.4295 .0000E+00 .2748E-01    0.9308 .2632E-01 .4077E-02    0.0011 .7162E-06 .3197E-0
    3  *  *   0.00  0.000  0.025  0.3367    0.3033 .0000E+00 .2720E-01    0.9229 .2610E-01 .4051E-02    0.0011 .7457E-06 .3262E-0
    4  *  *   0.00  0.000  0.031  0.3322    0.1785 .0000E+00 .2693E-01    0.9150 .2587E-01 .4024E-02    0.0011 .7741E-06 .3323E-0
    5  *  *   0.00  0.000  0.031  0.3286    0.0549 .0000E+00 .2192E-01    0.9023 .2551E-01 .3981E-02    0.0011 .8059E-06 .3393E-0
    6     *   0.00  0.070  0.016  0.3583    0.0000 .0000E+00 .0000E+00    0.8608 .2434E-01 .3838E-02    0.0012 .8683E-06 .3533E-0
    7     *   0.00  0.521  0.000  0.3951    0.0000 .0000E+00 .0000E+00    0.7874 .2226E-01 .3584E-02    0.0012 .9806E-06 .3765E-0
    8     *   0.00  0.025  0.039  0.4002    0.0000 .0000E+00 .0000E+00    0.7201 .2036E-01 .3345E-02    0.0013 .1105E-05 .3991E-0
    9  *  *   0.00  0.000  0.041  0.4002    0.0000 .0000E+00 .0000E+00    0.6584 .1862E-01 .3122E-02    0.0014 .1215E-05 .4181E-0
   10  *  *   0.00  0.000  0.036  0.4002    0.0000 .0000E+00 .0000E+00    0.6018 .1702E-01 .2914E-02    0.0014 .1310E-05 .4338E-0
   11  *  *   0.08  0.000  0.036  0.4002    0.0000 .0000E+00 .0000E+00    0.5500 .1555E-01 .2719E-02    0.0015 .1390E-05 .4466E-0
   12  *  *   0.59  0.000  0.000  0.4002    0.0000 .0000E+00 .0000E+00    0.5024 .1421E-01 .2537E-02    0.0015 .1457E-05 .4568E-0
   13  *  *   0.02  0.000  0.030  0.4002    0.0000 .0000E+00 .0000E+00    0.4588 .1297E-01 .2366E-02    0.0015 .1509E-05 .4647E-0
   14  *  *   0.07  0.000  0.000  0.4002    0.0000 .0000E+00 .0000E+00    0.4189 .1185E-01 .2207E-02    0.0015 .1540E-05 .5876E-0
   15     *   0.00  0.000  0.042  0.4002    0.0000 .0000E+00 .0000E+00    0.3824 .1081E-01 .2058E-02    0.0016 .1595E-05 .4755E-0
   16     *   0.00  0.006  0.041  0.4002    0.0000 .0000E+00 .0000E+00    0.3489 .9865E-02 .1918E-02    0.0008 .8147E-06 .3593E-0
   17  *  *   0.00  0.000  0.035  0.4002    0.0000 .0000E+00 .0000E+00    0.3182 .8998E-02 .1788E-02    0.0016 .1602E-05 .4782E-0
   18  *  *   0.00  0.000  0.031  0.4002    0.0000 .0000E+00 .0000E+00    0.2902 .8205E-02 .1666E-02    0.0016 .1602E-05 .4780E-0
   19  *  *   0.00  0.000  0.026  0.4002    0.0000 .0000E+00 .0000E+00    0.2645 .7479E-02 .1552E-02    0.0016 .1595E-05 .5948E-0
   20  *  *   0.31  0.000  0.029  0.4002    0.0000 .0000E+00 .0000E+00    0.2410 .6815E-02 .1446E-02    0.0016 .1586E-05 .4741E-0
   21  *  *   0.00  0.000  0.033  0.4002    0.0000 .0000E+00 .0000E+00    0.2195 .6207E-02 .1346E-02    0.0016 .1566E-05 .4710E-0
   22  *  *   0.00  0.000  0.034  0.4002    0.0000 .0000E+00 .0000E+00    0.1999 .5652E-02 .1253E-02    0.0015 .1541E-05 .4673E-0
   23  *  *   0.15  0.000  0.030  0.4002    0.0000 .0000E+00 .0000E+00    0.1819 .5144E-02 .1167E-02    0.0015 .1513E-05 .4630E-0
   24  *  *   0.00  0.000  0.032  0.4002    0.0000 .0000E+00 .0000E+00    0.1655 .4681E-02 .1085E-02    0.0008 .7408E-06 .3449E-0
   25  *  *   0.05  0.000  0.000  0.4002    0.0000 .0000E+00 .0000E+00    0.1505 .4257E-02 .1010E-02    0.0015 .1441E-05 .5665E-0
   26  *  *   0.14  0.000  0.000  0.4002    0.0000 .0000E+00 .0000E+00    0.1369 .3870E-02 .9389E-03    0.0015 .1414E-05 .4476E-0
   27  *  *   0.00  0.000  0.025  0.4002    0.0000 .0000E+00 .0000E+00    0.1244 .3516E-02 .8728E-03    0.0015 .1378E-05 .4419E-0
   28  *  *   0.00  0.000  0.025  0.4002    0.0000 .0000E+00 .0000E+00    0.1130 .3194E-02 .8111E-03    0.0014 .1341E-05 .4360E-0
   29  *  *   0.00  0.000  0.036  0.4002    0.0000 .0000E+00 .0000E+00    0.1026 .2900E-02 .7535E-03    0.0014 .1304E-05 .4299E-0
   30  *  *   0.00  0.000  0.035  0.4002    0.0000 .0000E+00 .0000E+00    0.0931 .2631E-02 .6998E-03    0.0014 .1266E-05 .4236E-0
   31  *  *   0.00  0.000  0.039  0.4002    0.0000 .0000E+00 .0000E+00    0.0844 .2387E-02 .6497E-03    0.0014 .1229E-05 .4173E-0
   32     *   0.07  0.022  0.000  0.4096    0.0000 .0000E+00 .0000E+00    0.0765 .2164E-02 .6029E-03    0.0014 .1191E-05 .4109E-0
   33  *  *   0.00  0.000  0.029  0.4096    0.0000 .0000E+00 .0000E+00    0.0693 .1961E-02 .5593E-03    0.0007 .5772E-06 .3044E-0
   34  *  *   0.00  0.000  0.030  0.4096    0.0000 .0000E+00 .0000E+00    0.0628 .1776E-02 .5187E-03    0.0013 .1124E-05 .3997E-0
   35  *  *   0.00  0.000  0.029  0.4096    0.0000 .0000E+00 .0000E+00    0.0568 .1607E-02 .4808E-03    0.0013 .1088E-05 .3932E-0
   36  *  *   0.00  0.000  0.037  0.4096    0.0000 .0000E+00 .0000E+00    0.0514 .1454E-02 .4455E-03    0.0013 .1053E-05 .3868E-0
   37  *  *   0.00  0.000  0.040  0.4096    0.0000 .0000E+00 .0000E+00    0.0465 .1315E-02 .4126E-03    0.0013 .1019E-05 .3805E-0
   38  *  *   0.00  0.000  0.035  0.4096    0.0000 .0000E+00 .0000E+00    0.0420 .1188E-02 .3820E-03    0.0012 .9793E-06 .4664E-0
   39  *  *   0.03  0.000  0.023  0.4096    0.0000 .0000E+00 .0000E+00    0.0379 .1073E-02 .3535E-03    0.0006 .4791E-06 .2756E-0
   40  *  *   0.28  0.000  0.029  0.4096    0.0000 .0000E+00 .0000E+00    0.0342 .9682E-03 .3269E-03    0.0012 .9209E-06 .3617E-0
   41  *  *   0.00  0.000  0.028  0.4096    0.0000 .0000E+00 .0000E+00    0.0309 .8732E-03 .3022E-03    0.0012 .8900E-06 .3555E-0
   42  *  *   0.00  0.000  0.022  0.4096    0.0000 .0000E+00 .0000E+00    0.0278 .7871E-03 .2793E-03    0.0012 .8601E-06 .3495E-0
   43  *  *   0.00  0.000  0.032  0.4096    0.0000 .0000E+00 .0000E+00    0.0251 .7089E-03 .2579E-03    0.0011 .8311E-06 .4284E-0
   44  *  *   0.00  0.000  0.027  0.4096    0.0000 .0000E+00 .0000E+00    0.0226 .6381E-03 .2381E-03    0.0011 .7974E-06 .3363E-0
   45  *  *   0.00  0.000  0.038  0.4096    0.0000 .0000E+00 .0000E+00    0.0203 .5739E-03 .2196E-03    0.0011 .7704E-06 .3305E-0
   46  *  *   0.09  0.000  0.028  0.4096    0.0000 .0000E+00 .0000E+00    0.0182 .5157E-03 .2025E-03    0.0005 .3722E-06 .2444E-0
   47  *  *   0.00  0.000  0.025  0.4096    0.0000 .0000E+00 .0000E+00    0.0164 .4631E-03 .1866E-03    0.0011 .7245E-06 .3207E-0
   48  *  *   0.00  0.000  0.026  0.4096    0.0000 .0000E+00 .0000E+00    0.0147 .4156E-03 .1718E-03    0.0010 .7001E-06 .3153E-0
   49  *  *   0.10  0.000  0.000  0.4096    0.0000 .0000E+00 .0000E+00    0.0132 .3726E-03 .1581E-03    0.0010 .6766E-06 .3099E-0
   50  *  *   0.36  0.000  0.000  0.4096    0.0000 .0000E+00 .0000E+00    0.0118 .3337E-03 .1454E-03    0.0010 .6539E-06 .3047E-0
   51  *  *   0.00  0.000  0.036  0.4096    0.0000 .0000E+00 .0000E+00    0.0106 .2987E-03 .1337E-03    0.0010 .6321E-06 .3736E-0
   52  *  *   0.00  0.000  0.038  0.4096    0.0000 .0000E+00 .0000E+00    0.0094 .2670E-03 .1228E-03    0.0010 .6065E-06 .2933E-0
   53     *   0.28  1.346  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0084 .2385E-03 .1127E-03    0.0005 .2961E-06 .2169E-0
   54     *   0.00  0.000  0.083  0.4252    0.0000 .0000E+00 .0000E+00    0.0075 .2129E-03 .1033E-03    0.0009 .5713E-06 .2848E-0
   55     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0067 .1898E-03 .9468E-04    0.0009 .5499E-06 .3493E-0
   56     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0060 .1690E-03 .8669E-04    0.0009 .5305E-06 .2744E-0
   57     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0053 .1503E-03 .7931E-04    0.0009 .5133E-06 .2699E-0
   58     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0047 .1335E-03 .7249E-04    0.0004 .2483E-06 .1996E-0
   59     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0042 .1185E-03 .6619E-04    0.0009 .4844E-06 .3271E-0
   60     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0037 .1050E-03 .6039E-04    0.0008 .4655E-06 .2570E-0
   61     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0033 .9295E-04 .5504E-04    0.0004 .2274E-06 .1901E-0
   62     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0029 .8216E-04 .5011E-04    0.0008 .4398E-06 .2499E-0
   63  *  *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0026 .7252E-04 .4558E-04    0.0008 .4261E-06 .2460E-0
   64  *  *   0.03  0.000  0.030  0.4252    0.0000 .0000E+00 .0000E+00    0.0023 .6391E-04 .4141E-04    0.0008 .4129E-06 .2421E-0
   65     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0020 .5624E-04 .3757E-04    0.0008 .4002E-06 .2384E-0
   66     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0017 .4941E-04 .3405E-04    0.0008 .3880E-06 .2347E-0



   67     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0015 .4334E-04 .3082E-04    0.0008 .3746E-06 .2883E-0
   68     *   0.00  0.000  0.000  0.4252    0.0000 .0000E+00 .0000E+00    0.0013 .3795E-04 .2786E-04    0.0007 .3622E-06 .2267E-0
   69         1.10  0.739  0.095  0.4649    3.4380 .0000E+00 .2750E-01    0.0284 .8038E-03 .2655E-03    0.0007 .2809E-06 .1997E-0
   70         0.00  0.000  0.104  0.4414    4.6881 .0000E+00 .3690E-01    0.1063 .3006E-02 .7705E-03    0.0002 .7628E-07 .1105E-0
   71         0.09  0.000  0.074  0.4381    4.3391 .0000E+00 .3613E-01    0.1916 .5418E-02 .1212E-02    0.0004 .1014E-06 .1394E-0
   72         0.00  0.000  0.091  0.4169    4.0833 .0000E+00 .3556E-01    0.2677 .7570E-02 .1566E-02    0.0002 .3255E-07 .6814E-0
   73         0.00  0.000  0.080  0.3978    3.7579 .0000E+00 .3484E-01    0.3357 .9493E-02 .1863E-02    0.0001 .1140E-07 .4042E-0
   74         0.00  0.000  0.083  0.3782    3.4757 .0000E+00 .3422E-01    0.3962 .1120E-01 .2114E-02    0.0001 .2240E-08 .1803E-0
   75         0.00  0.000  0.113  0.3538    3.1766 .0000E+00 .3356E-01    0.4499 .1272E-01 .2331E-02    0.0000 .1440E-11 .4655E-0
   76         0.00  0.000  0.107  0.3305    2.8837 .0000E+00 .3291E-01    0.4974 .1407E-01 .2518E-02    0.0000 .0000E+00 .0000E+0
   77         0.00  0.000  0.092  0.3097    2.6496 .0000E+00 .3239E-01    0.5394 .1525E-01 .2679E-02    0.0000 .0000E+00 .0000E+0
   78         0.00  0.000  0.074  0.2920    2.4239 .0000E+00 .3189E-01    0.5765 .1630E-01 .2820E-02    0.0000 .0000E+00 .0000E+0
   79         0.00  0.000  0.082  0.2732    2.1028 .0000E+00 .3118E-01    0.6091 .1722E-01 .2941E-02    0.0000 .0000E+00 .0000E+0
   80         0.00  0.000  0.108  0.2502    1.8427 .0000E+00 .3061E-01    0.6372 .1802E-01 .3045E-02    0.0000 .0000E+00 .0000E+0
   81         0.39  0.000  0.100  0.2935    1.6089 .0000E+00 .3009E-01    0.6615 .1870E-01 .3134E-02    0.0000 .0000E+00 .0000E+0
   82         0.00  0.000  0.119  0.2687    1.2936 .0000E+00 .2939E-01    0.6823 .1929E-01 .3209E-02    0.0000 .0000E+00 .0000E+0
   83  *      0.00  0.000  0.091  0.2487    1.0226 .0000E+00 .2879E-01    0.6996 .1978E-01 .3272E-02    0.0000 .0000E+00 .0000E+0
   84         0.00  0.000  0.094  0.2282    0.8654 .0000E+00 .2845E-01    0.7142 .2020E-01 .3324E-02    0.0000 .0000E+00 .0000E+0
   85         0.00  0.000  0.096  0.2075    0.7246 .0000E+00 .2813E-01    0.7267 .2055E-01 .3369E-02    0.0000 .0000E+00 .0000E+0
   86         0.00  0.000  0.108  0.1849    0.5843 .0000E+00 .2782E-01    0.7374 .2085E-01 .3407E-02    0.0000 .0000E+00 .0000E+0
   87         0.00  0.000  0.107  0.1624    0.3351 .0000E+00 .2727E-01    0.7461 .2110E-01 .3438E-02    0.0000 .0000E+00 .0000E+0
   88         0.00  0.000  0.125  0.1416    0.0177 .0000E+00 .0000E+00    0.7262 .2053E-01 .3367E-02    0.0000 .0000E+00 .0000E+0
   89         0.00  0.000  0.039  0.1350    0.0000 .0000E+00 .0000E+00    0.6640 .1877E-01 .3143E-02    0.0000 .1310E-10 .1203E-0
   90         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6069 .1716E-01 .2933E-02    0.0001 .3322E-08 .2302E-0
   91         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5546 .1568E-01 .2737E-02    0.0001 .1522E-07 .4864E-0
   92         0.74  0.001  0.035  0.2524    0.0000 .0000E+00 .0000E+00    0.5067 .1433E-01 .2553E-02    0.0002 .3431E-07 .7206E-0
   93         0.00  0.000  0.156  0.2264    0.0000 .0000E+00 .0000E+00    0.4628 .1308E-01 .2382E-02    0.0003 .5855E-07 .9338E-0
   94         0.00  0.000  0.188  0.1951    0.0000 .0000E+00 .0000E+00    0.4225 .1195E-01 .2221E-02    0.0004 .8621E-07 .1127E-0
   95         0.00  0.000  0.138  0.1721    0.0000 .0000E+00 .0000E+00    0.3856 .1090E-01 .2071E-02    0.0004 .1159E-06 .1303E-0
   96         0.00  0.000  0.080  0.1587    0.0000 .0000E+00 .0000E+00    0.3519 .9950E-02 .1931E-02    0.0005 .1465E-06 .1461E-0
   97         0.00  0.000  0.062  0.1484    0.0000 .0000E+00 .0000E+00    0.3210 .9076E-02 .1800E-02    0.0005 .1770E-06 .1603E-0
   98         0.17  0.000  0.057  0.1673    0.0000 .0000E+00 .0000E+00    0.2927 .8276E-02 .1677E-02    0.0006 .2068E-06 .1730E-0
   99         0.03  0.000  0.050  0.1640    0.0000 .0000E+00 .0000E+00    0.2668 .7544E-02 .1563E-02    0.0006 .2354E-06 .1843E-0
  100         0.00  0.000  0.043  0.1568    0.0000 .0000E+00 .0000E+00    0.2431 .6874E-02 .1456E-02    0.0006 .2618E-06 .2435E-0
  101         0.00  0.000  0.034  0.1511    0.0000 .0000E+00 .0000E+00    0.2215 .6262E-02 .1355E-02    0.0007 .2968E-06 .2053E-0
  102         0.00  0.000  0.025  0.1470    0.0000 .0000E+00 .0000E+00    0.2017 .5702E-02 .1262E-02    0.0007 .3190E-06 .2129E-0
  103         0.00  0.000  0.023  0.1432    0.0000 .0000E+00 .0000E+00    0.1836 .5190E-02 .1174E-02    0.0007 .3389E-06 .2194E-0
  104         0.61  0.000  0.025  0.2407    0.0000 .0000E+00 .0000E+00    0.1670 .4722E-02 .1093E-02    0.0007 .3566E-06 .2250E-0
  105         0.00  0.000  0.166  0.2131    0.0000 .0000E+00 .0000E+00    0.1519 .4295E-02 .1016E-02    0.0008 .3721E-06 .2299E-0
  106         0.00  0.000  0.178  0.1834    0.0000 .0000E+00 .0000E+00    0.1381 .3904E-02 .9453E-03    0.0008 .3854E-06 .2339E-0
  107         0.00  0.000  0.194  0.1511    0.0000 .0000E+00 .0000E+00    0.1255 .3548E-02 .8788E-03    0.0008 .3967E-06 .2373E-0
  108         0.00  0.000  0.065  0.1403    0.0000 .0000E+00 .0000E+00    0.1140 .3223E-02 .8167E-03    0.0004 .2045E-06 .1804E-0
  109         0.00  0.000  0.026  0.1359    0.0000 .0000E+00 .0000E+00    0.1035 .2926E-02 .7587E-03    0.0008 .4091E-06 .2417E-0
  110         0.06  0.000  0.013  0.1438    0.0000 .0000E+00 .0000E+00    0.0939 .2655E-02 .7047E-03    0.0008 .4154E-06 .2435E-0
  111         0.00  0.000  0.020  0.1405    0.0000 .0000E+00 .0000E+00    0.0852 .2409E-02 .6542E-03    0.0008 .4201E-06 .2448E-0
  112         0.00  0.000  0.023  0.1366    0.0000 .0000E+00 .0000E+00    0.0772 .2184E-02 .6071E-03    0.0008 .4233E-06 .2457E-0
  113         0.00  0.000  0.007  0.1354    0.0000 .0000E+00 .0000E+00    0.0700 .1979E-02 .5633E-03    0.0008 .4252E-06 .3074E-0
  114         0.30  0.000  0.019  0.1822    0.0000 .0000E+00 .0000E+00    0.0634 .1792E-02 .5223E-03    0.0008 .4276E-06 .2463E-0
  115         0.00  0.000  0.023  0.1783    0.0000 .0000E+00 .0000E+00    0.0574 .1622E-02 .4842E-03    0.0008 .4267E-06 .2461E-0
  116         0.00  0.000  0.027  0.1738    0.0000 .0000E+00 .0000E+00    0.0519 .1468E-02 .4487E-03    0.0008 .4248E-06 .2455E-0
  117         0.00  0.000  0.026  0.1695    0.0000 .0000E+00 .0000E+00    0.0469 .1327E-02 .4156E-03    0.0008 .4221E-06 .2448E-0
  118         0.10  0.000  0.028  0.1816    0.0000 .0000E+00 .0000E+00    0.0424 .1199E-02 .3847E-03    0.0008 .4186E-06 .2437E-0
  119         0.03  0.000  0.027  0.1821    0.0000 .0000E+00 .0000E+00    0.0383 .1083E-02 .3560E-03    0.0004 .2072E-06 .1823E-0
  120         0.00  0.000  0.026  0.1778    0.0000 .0000E+00 .0000E+00    0.0346 .9776E-03 .3293E-03    0.0008 .4098E-06 .2415E-0
  121         0.00  0.000  0.025  0.1736    0.0000 .0000E+00 .0000E+00    0.0312 .8817E-03 .3045E-03    0.0008 .4048E-06 .2995E-0
  122         0.00  0.000  0.022  0.1699    0.0000 .0000E+00 .0000E+00    0.0281 .7948E-03 .2813E-03    0.0008 .3989E-06 .2379E-0
  123         0.00  0.000  0.022  0.1663    0.0000 .0000E+00 .0000E+00    0.0253 .7159E-03 .2598E-03    0.0008 .3929E-06 .2361E-0
  124         0.00  0.000  0.021  0.1628    0.0000 .0000E+00 .0000E+00    0.0228 .6444E-03 .2399E-03    0.0008 .3866E-06 .2342E-0
  125         0.00  0.000  0.021  0.1593    0.0000 .0000E+00 .0000E+00    0.0205 .5796E-03 .2213E-03    0.0004 .1900E-06 .1746E-0
  126         0.02  0.000  0.024  0.1586    0.0000 .0000E+00 .0000E+00    0.0184 .5209E-03 .2040E-03    0.0008 .3742E-06 .2307E-0
  127         0.00  0.000  0.022  0.1549    0.0000 .0000E+00 .0000E+00    0.0165 .4678E-03 .1880E-03    0.0008 .3674E-06 .2286E-0
  128         0.00  0.000  0.023  0.1511    0.0000 .0000E+00 .0000E+00    0.0148 .4198E-03 .1732E-03    0.0007 .3605E-06 .2264E-0
  129         0.47  0.000  0.025  0.2253    0.0000 .0000E+00 .0000E+00    0.0133 .3764E-03 .1594E-03    0.0007 .3535E-06 .2798E-0
  130         0.00  0.000  0.022  0.2217    0.0000 .0000E+00 .0000E+00    0.0119 .3372E-03 .1466E-03    0.0007 .3452E-06 .2213E-0
  131         0.88  0.032  0.026  0.3586    0.0000 .0000E+00 .0000E+00    0.0107 .3018E-03 .1347E-03    0.0007 .3380E-06 .2190E-0
  132         0.09  0.000  0.203  0.3348    1.5198 .0000E+00 .2989E-01    0.0392 .1108E-02 .3506E-03    0.0006 .2662E-06 .1944E-0
  133         0.00  0.000  0.249  0.2882    1.6550 .0000E+00 .3019E-01    0.1133 .3203E-02 .8106E-03    0.0005 .1512E-06 .1466E-0
  134         0.00  0.000  0.247  0.2421    1.4220 .0000E+00 .2968E-01    0.1808 .5112E-02 .1160E-02    0.0004 .8681E-07 .1111E-0
  135         0.00  0.000  0.229  0.1991    1.0511 .0000E+00 .2886E-01    0.2408 .6809E-02 .1445E-02    0.0003 .4862E-07 .8322E-0
  136         0.00  0.000  0.208  0.1599    0.5467 .0000E+00 .2774E-01    0.2933 .8293E-02 .1680E-02    0.0002 .2616E-07 .6111E-0
  137         0.00  0.000  0.089  0.1450    0.0001 .0000E+00 .0000E+00    0.3119 .8820E-02 .1761E-02    0.0001 .1034E-07 .4097E-0
  138         0.00  0.000  0.060  0.1350    0.0000 .0000E+00 .0000E+00    0.2844 .8042E-02 .1641E-02    0.0002 .2864E-07 .6528E-0
  139         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2592 .7330E-02 .1529E-02    0.0002 .4150E-07 .7821E-0
  140         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2362 .6679E-02 .1424E-02    0.0003 .5532E-07 .9000E-0
  141         0.07  0.000  0.008  0.1454    0.0000 .0000E+00 .0000E+00    0.2151 .6083E-02 .1326E-02    0.0003 .6963E-07 .1007E-0
  142         0.00  0.000  0.020  0.1420    0.0000 .0000E+00 .0000E+00    0.1959 .5538E-02 .1234E-02    0.0004 .8406E-07 .1105E-0
  143         0.27  0.000  0.030  0.1820    0.0000 .0000E+00 .0000E+00    0.1783 .5041E-02 .1149E-02    0.0004 .9831E-07 .1193E-0
  144         0.00  0.000  0.031  0.1769    0.0000 .0000E+00 .0000E+00    0.1622 .4586E-02 .1069E-02    0.0004 .1121E-06 .1272E-0
  145         0.00  0.000  0.036  0.1709    0.0000 .0000E+00 .0000E+00    0.1475 .4170E-02 .9939E-03    0.0004 .1253E-06 .1684E-0
  146         0.00  0.000  0.035  0.1651    0.0000 .0000E+00 .0000E+00    0.1341 .3791E-02 .9242E-03    0.0005 .1426E-06 .1424E-0
  147         0.01  0.000  0.036  0.1607    0.0000 .0000E+00 .0000E+00    0.1218 .3444E-02 .8591E-03    0.0005 .1539E-06 .1479E-0
  148         0.08  0.000  0.037  0.1679    0.0000 .0000E+00 .0000E+00    0.1106 .3128E-02 .7983E-03    0.0005 .1644E-06 .1528E-0
  149         0.00  0.000  0.036  0.1619    0.0000 .0000E+00 .0000E+00    0.1004 .2840E-02 .7416E-03    0.0005 .1740E-06 .1572E-0
  150         0.01  0.000  0.040  0.1568    0.0000 .0000E+00 .0000E+00    0.0911 .2577E-02 .6886E-03    0.0005 .1825E-06 .1610E-0
  151         0.77  0.003  0.038  0.2784    0.0000 .0000E+00 .0000E+00    0.0826 .2337E-02 .6393E-03    0.0005 .1902E-06 .1644E-0
  152         0.35  0.000  0.197  0.3037    0.0009 .0000E+00 .8032E-03    0.0757 .2141E-02 .5980E-03    0.0003 .9843E-07 .1253E-0
  153         0.00  0.000  0.291  0.2553    0.0000 .0000E+00 .0000E+00    0.0699 .1976E-02 .5627E-03    0.0006 .1979E-06 .1681E-0
  154         0.00  0.000  0.264  0.2108    0.0033 .0000E+00 .3286E-02    0.0666 .1882E-02 .5422E-03    0.0006 .1997E-06 .1687E-0
  155         0.00  0.000  0.225  0.1733    0.0000 .0000E+00 .0000E+00    0.0655 .1853E-02 .5358E-03    0.0006 .1981E-06 .1678E-0
  156         0.00  0.000  0.113  0.1545    0.0000 .0000E+00 .0000E+00    0.0593 .1678E-02 .4967E-03    0.0006 .2001E-06 .1691E-0
  157         0.00  0.000  0.095  0.1387    0.0000 .0000E+00 .0000E+00    0.0537 .1518E-02 .4603E-03    0.0006 .2044E-06 .1708E-0
  158         0.00  0.000  0.022  0.1350    0.0000 .0000E+00 .0000E+00    0.0486 .1373E-02 .4264E-03    0.0006 .2080E-06 .1723E-0
  159         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0439 .1241E-02 .3949E-03    0.0006 .2108E-06 .2167E-0
  160         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0396 .1121E-02 .3655E-03    0.0006 .2145E-06 .1745E-0
  161         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0358 .1012E-02 .3381E-03    0.0006 .2159E-06 .1751E-0
  162         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0323 .9129E-03 .3126E-03    0.0006 .2169E-06 .1755E-0



  163         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0291 .8231E-03 .2889E-03    0.0006 .2173E-06 .1757E-0
  164         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0262 .7415E-03 .2669E-03    0.0006 .2173E-06 .1756E-0
  165         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0236 .6676E-03 .2464E-03    0.0003 .1084E-06 .1318E-0
  166         0.04  0.000  0.009  0.1401    0.0000 .0000E+00 .0000E+00    0.0212 .6007E-03 .2274E-03    0.0006 .2156E-06 .1752E-0
  167         0.00  0.000  0.018  0.1371    0.0000 .0000E+00 .0000E+00    0.0191 .5400E-03 .2097E-03    0.0006 .2146E-06 .1748E-0
  168         0.00  0.000  0.009  0.1357    0.0000 .0000E+00 .0000E+00    0.0172 .4851E-03 .1933E-03    0.0006 .2133E-06 .1743E-0
  169         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.0154 .4354E-03 .1780E-03    0.0006 .2117E-06 .1736E-0
  170         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0138 .3905E-03 .1639E-03    0.0006 .2099E-06 .1728E-0
  171         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0124 .3499E-03 .1508E-03    0.0006 .2079E-06 .1720E-0
  172         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0111 .3133E-03 .1386E-03    0.0006 .2057E-06 .2136E-0
  173         0.34  0.000  0.030  0.1867    0.0000 .0000E+00 .0000E+00    0.0099 .2802E-03 .1273E-03    0.0006 .2030E-06 .1698E-0
  174         0.24  0.000  0.041  0.2198    0.0000 .0000E+00 .0000E+00    0.0089 .2504E-03 .1169E-03    0.0006 .2004E-06 .1687E-0
  175         0.00  0.000  0.057  0.2103    0.0000 .0000E+00 .0000E+00    0.0079 .2236E-03 .1072E-03    0.0006 .1977E-06 .1676E-0
  176         0.16  0.000  0.062  0.2266    0.0000 .0000E+00 .0000E+00    0.0071 .1994E-03 .9831E-04    0.0005 .1949E-06 .1664E-0
  177         0.56  0.001  0.060  0.3099    0.0000 .0000E+00 .0000E+00    0.0063 .1776E-03 .9004E-04    0.0003 .9603E-07 .1241E-0
  178         0.18  0.000  0.175  0.3062    0.2969 .0000E+00 .2719E-01    0.0325 .9203E-03 .3017E-03    0.0005 .1600E-06 .1479E-0
  179         0.02  0.000  0.212  0.2696    0.3228 .0000E+00 .2725E-01    0.1000 .2827E-02 .7369E-03    0.0004 .9337E-07 .1088E-0
  180         0.00  0.000  0.214  0.2294    0.2145 .0000E+00 .2701E-01    0.1613 .4560E-02 .1063E-02    0.0003 .4298E-07 .7340E-0
  181         0.00  0.000  0.269  0.1814    0.0591 .0000E+00 .1947E-01    0.2094 .5920E-02 .1298E-02    0.0002 .1879E-07 .5904E-0
  182         0.04  0.000  0.155  0.1621    0.0000 .0000E+00 .0000E+00    0.2219 .6273E-02 .1357E-02    0.0001 .1009E-07 .3796E-0
  183         0.08  0.000  0.112  0.1568    0.0000 .0000E+00 .0000E+00    0.2020 .5712E-02 .1264E-02    0.0002 .1648E-07 .4848E-0
  184         0.00  0.000  0.106  0.1390    0.0000 .0000E+00 .0000E+00    0.1839 .5200E-02 .1176E-02    0.0002 .2372E-07 .5813E-0
  185         0.00  0.000  0.018  0.1361    0.0000 .0000E+00 .0000E+00    0.1673 .4731E-02 .1094E-02    0.0002 .3151E-07 .6698E-0
  186         0.00  0.000  0.005  0.1353    0.0000 .0000E+00 .0000E+00    0.1522 .4303E-02 .1018E-02    0.0001 .1980E-07 .5627E-0
  187         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1383 .3912E-02 .9466E-03    0.0003 .4473E-07 .8063E-0
  188         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1257 .3555E-02 .8800E-03    0.0003 .5287E-07 .8753E-0
  189         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1142 .3229E-02 .8179E-03    0.0003 .6087E-07 .9380E-0
  190         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1037 .2932E-02 .7598E-03    0.0003 .6862E-07 .9949E-0
  191         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0941 .2661E-02 .7057E-03    0.0003 .7604E-07 .1046E-0
  192         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0854 .2413E-02 .6552E-03    0.0004 .8306E-07 .1368E-0
  193         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0774 .2188E-02 .6080E-03    0.0004 .9218E-07 .1145E-0
  194         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0701 .1983E-02 .5641E-03    0.0004 .9814E-07 .1181E-0
  195         0.06  0.000  0.015  0.1426    0.0000 .0000E+00 .0000E+00    0.0635 .1796E-02 .5231E-03    0.0004 .1036E-06 .1213E-0
  196         0.00  0.000  0.030  0.1376    0.0000 .0000E+00 .0000E+00    0.0575 .1626E-02 .4849E-03    0.0004 .1086E-06 .1242E-0
  197         0.45  0.000  0.056  0.2031    0.0000 .0000E+00 .0000E+00    0.0520 .1471E-02 .4494E-03    0.0002 .5654E-07 .9517E-0
  198         0.00  0.000  0.087  0.1886    0.0000 .0000E+00 .0000E+00    0.0470 .1330E-02 .4162E-03    0.0004 .1153E-06 .1284E-0
  199         0.00  0.000  0.094  0.1729    0.0000 .0000E+00 .0000E+00    0.0425 .1202E-02 .3853E-03    0.0004 .1190E-06 .1304E-0
  200         0.00  0.000  0.104  0.1556    0.0000 .0000E+00 .0000E+00    0.0384 .1085E-02 .3566E-03    0.0004 .1223E-06 .1322E-0
  201         0.00  0.000  0.101  0.1388    0.0000 .0000E+00 .0000E+00    0.0346 .9796E-03 .3298E-03    0.0004 .1251E-06 .1337E-0
  202         0.00  0.000  0.020  0.1355    0.0000 .0000E+00 .0000E+00    0.0312 .8835E-03 .3049E-03    0.0004 .1275E-06 .1349E-0
  203         0.00  0.000  0.003  0.1350    0.0000 .0000E+00 .0000E+00    0.0282 .7964E-03 .2818E-03    0.0004 .1295E-06 .1360E-0
  204         0.52  0.000  0.051  0.2131    0.0000 .0000E+00 .0000E+00    0.0254 .7174E-03 .2603E-03    0.0005 .1312E-06 .1709E-0
  205         0.00  0.000  0.092  0.1979    0.0000 .0000E+00 .0000E+00    0.0228 .6457E-03 .2402E-03    0.0005 .1333E-06 .1376E-0
  206         0.00  0.000  0.096  0.1819    0.0000 .0000E+00 .0000E+00    0.0205 .5808E-03 .2216E-03    0.0005 .1342E-06 .1381E-0
  207         0.00  0.000  0.124  0.1613    0.0000 .0000E+00 .0000E+00    0.0185 .5220E-03 .2044E-03    0.0005 .1348E-06 .1384E-0
  208         0.46  0.000  0.127  0.2167    0.0000 .0000E+00 .0000E+00    0.0166 .4688E-03 .1883E-03    0.0005 .1352E-06 .1386E-0
  209         0.00  0.000  0.284  0.1693    0.0000 .0000E+00 .0000E+00    0.0149 .4207E-03 .1734E-03    0.0002 .6763E-07 .1041E-0
  210         0.00  0.000  0.182  0.1390    0.0000 .0000E+00 .0000E+00    0.0133 .3772E-03 .1596E-03    0.0005 .1348E-06 .1386E-0
  211         0.03  0.000  0.043  0.1367    0.0000 .0000E+00 .0000E+00    0.0120 .3379E-03 .1468E-03    0.0005 .1346E-06 .1384E-0
  212         0.00  0.000  0.008  0.1353    0.0000 .0000E+00 .0000E+00    0.0107 .3025E-03 .1350E-03    0.0005 .1342E-06 .1382E-0
  213         0.02  0.000  0.021  0.1351    0.0000 .0000E+00 .0000E+00    0.0096 .2705E-03 .1240E-03    0.0005 .1335E-06 .1379E-0
  214         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.0085 .2416E-03 .1138E-03    0.0005 .1324E-06 .1717E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0076 .2156E-03 .1043E-03    0.0005 .1319E-06 .1369E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0068 .1922E-03 .9563E-04    0.0005 .1308E-06 .1363E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0061 .1712E-03 .8756E-04    0.0004 .1297E-06 .1357E-0
  218         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0054 .1523E-03 .8011E-04    0.0004 .1284E-06 .1351E-0
  219         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0048 .1353E-03 .7323E-04    0.0002 .6353E-07 .1009E-0
  220         0.27  0.000  0.056  0.1706    0.0000 .0000E+00 .0000E+00    0.0042 .1201E-03 .6688E-04    0.0004 .1259E-06 .1338E-0
  221         0.36  0.000  0.113  0.2118    0.0000 .0000E+00 .0000E+00    0.0038 .1065E-03 .6102E-04    0.0004 .1244E-06 .1330E-0
  222         0.00  0.000  0.136  0.1891    0.0000 .0000E+00 .0000E+00    0.0033 .9425E-04 .5562E-04    0.0004 .1229E-06 .1651E-0
  223         0.00  0.000  0.166  0.1615    0.0000 .0000E+00 .0000E+00    0.0029 .8332E-04 .5065E-04    0.0004 .1211E-06 .1312E-0
  224         0.00  0.000  0.117  0.1421    0.0000 .0000E+00 .0000E+00    0.0026 .7355E-04 .4607E-04    0.0004 .1195E-06 .1303E-0
  225         0.00  0.000  0.037  0.1359    0.0000 .0000E+00 .0000E+00    0.0023 .6484E-04 .4186E-04    0.0004 .1179E-06 .1294E-0
  226         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0020 .5707E-04 .3799E-04    0.0004 .1163E-06 .1285E-0
  227         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0018 .5015E-04 .3444E-04    0.0004 .1146E-06 .1276E-0
  228         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0016 .4399E-04 .3118E-04    0.0002 .5675E-07 .9512E-0
  229         0.42  0.000  0.067  0.1938    0.0000 .0000E+00 .0000E+00    0.0014 .3853E-04 .2819E-04    0.0004 .1116E-06 .1260E-0
  230         0.57  0.000  0.097  0.2726    0.0000 .0000E+00 .0000E+00    0.0012 .3368E-04 .2545E-04    0.0004 .1099E-06 .1561E-0
  231         0.00  0.000  0.216  0.2366    0.0000 .0000E+00 .0000E+00    0.0010 .2938E-04 .2295E-04    0.0004 .1079E-06 .1238E-0
  232         0.00  0.000  0.227  0.1987    0.0000 .0000E+00 .0000E+00    0.0009 .2558E-04 .2070E-04    0.0002 .5337E-07 .9225E-0
  233         0.00  0.000  0.220  0.1619    0.0000 .0000E+00 .0000E+00    0.0008 .2222E-04 .1852E-04    0.0004 .1049E-06 .1221E-0
  234         0.00  0.000  0.157  0.1358    0.0000 .0000E+00 .0000E+00    0.0007 .1927E-04 .1664E-04    0.0004 .1031E-06 .1513E-0
  235         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.0006 .1666E-04 .1490E-04    0.0004 .1013E-06 .1200E-0
  236         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0005 .1438E-04 .1332E-04    0.0004 .9967E-07 .1190E-0
  237         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0004 .1237E-04 .1189E-04    0.0004 .9806E-07 .1180E-0
  238         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0004 .1062E-04 .1058E-04    0.0004 .9647E-07 .1171E-0
  239         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0003 .9086E-05 .9403E-05    0.0004 .9490E-07 .1161E-0
  240         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0003 .7751E-05 .8334E-05    0.0004 .9336E-07 .1152E-0
  241         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0002 .6590E-05 .7368E-05    0.0004 .9183E-07 .1142E-0
  242         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0002 .5584E-05 .6498E-05    0.0004 .9033E-07 .1133E-0
  243         0.15  0.000  0.055  0.1508    0.0000 .0000E+00 .0000E+00    0.0002 .4714E-05 .5714E-05    0.0004 .8885E-07 .1124E-0
  244         0.00  0.000  0.051  0.1422    0.0000 .0000E+00 .0000E+00    0.0001 .3964E-05 .5009E-05    0.0002 .4389E-07 .8367E-0
  245         0.00  0.000  0.034  0.1365    0.0000 .0000E+00 .0000E+00    0.0001 .3320E-05 .4378E-05    0.0004 .8630E-07 .1107E-0
  246         0.28  0.000  0.061  0.1730    0.0000 .0000E+00 .0000E+00    0.0001 .2767E-05 .3813E-05    0.0004 .8489E-07 .1098E-0
  247         1.37  0.149  0.090  0.3616    0.0000 .0000E+00 .0000E+00    0.0001 .2296E-05 .3309E-05    0.0004 .8351E-07 .1089E-0
  248         0.15  0.000  0.176  0.3523    1.5643 .0000E+00 .2999E-01    0.0298 .8422E-03 .2709E-03    0.0003 .5930E-07 .1083E-0
  249         0.18  0.000  0.125  0.3563    1.9904 .0000E+00 .3093E-01    0.1056 .2986E-02 .7680E-03    0.0001 .6969E-08 .3151E-0
  250         0.05  0.000  0.172  0.3309    1.8115 .0000E+00 .3054E-01    0.1758 .4972E-02 .1136E-02    0.0000 .0000E+00 .0000E+0
  251         0.00  0.000  0.190  0.2942    1.6169 .0000E+00 .3011E-01    0.2389 .6756E-02 .1436E-02    0.0000 .0000E+00 .0000E+0
  252         0.00  0.000  0.214  0.2536    1.4209 .0000E+00 .2967E-01    0.2955 .8355E-02 .1689E-02    0.0000 .0000E+00 .0000E+0
  253         0.62  0.000  0.116  0.3327    1.2160 .0000E+00 .2922E-01    0.3461 .9786E-02 .1907E-02    0.0000 .0000E+00 .0000E+0
  254         0.00  0.000  0.178  0.2982    1.0154 .0000E+00 .2878E-01    0.3913 .1106E-01 .2094E-02    0.0000 .0000E+00 .0000E+0
  255         0.00  0.000  0.167  0.2655    0.9240 .0000E+00 .2857E-01    0.4317 .1221E-01 .2258E-02    0.0000 .0000E+00 .0000E+0
  256         0.00  0.000  0.196  0.2281    0.7827 .0000E+00 .2826E-01    0.4681 .1324E-01 .2403E-02    0.0000 .0000E+00 .0000E+0
  257         0.00  0.000  0.159  0.1968    0.6260 .0000E+00 .2792E-01    0.5006 .1415E-01 .2530E-02    0.0000 .0000E+00 .0000E+0
  258         0.00  0.000  0.154  0.1666    0.4484 .0000E+00 .2752E-01    0.5294 .1497E-01 .2641E-02    0.0000 .0000E+00 .0000E+0



  259         0.89  0.013  0.138  0.2874    0.0841 .0000E+00 .1343E-01    0.5412 .1530E-01 .2686E-02    0.0000 .0000E+00 .0000E+0
  260         0.00  0.000  0.169  0.2594    0.0000 .0000E+00 .0000E+00    0.5160 .1459E-01 .2589E-02    0.0000 .0000E+00 .0000E+0
  261         0.00  0.000  0.154  0.2337    0.0000 .0000E+00 .0000E+00    0.4713 .1333E-01 .2415E-02    0.0000 .0000E+00 .0000E+0
  262         0.00  0.000  0.131  0.2118    0.0000 .0000E+00 .0000E+00    0.4304 .1217E-01 .2253E-02    0.0000 .0000E+00 .0000E+0
  263         0.00  0.000  0.105  0.1943    0.0000 .0000E+00 .0000E+00    0.3928 .1111E-01 .2101E-02    0.0000 .0000E+00 .0000E+0
  264         0.00  0.000  0.102  0.1774    0.0000 .0000E+00 .0000E+00    0.3585 .1014E-01 .1959E-02    0.0000 .0000E+00 .0000E+0
  265         0.05  0.000  0.091  0.1705    0.0000 .0000E+00 .0000E+00    0.3270 .9246E-02 .1826E-02    0.0000 .0000E+00 .0000E+0
  266         1.89  0.329  0.113  0.4118    0.0000 .0000E+00 .0000E+00    0.2982 .8432E-02 .1701E-02    0.0000 .0000E+00 .0000E+0
  267         0.54  0.036  0.093  0.4747    3.4740 .0000E+00 .3421E-01    0.3058 .8648E-02 .1734E-02    0.0000 .0000E+00 .0000E+0
  268         0.00  0.000  0.120  0.4484    5.0108 .0000E+00 .3761E-01    0.3712 .1050E-01 .2011E-02    0.0000 .0000E+00 .0000E+0
  269         0.00  0.000  0.105  0.4248    4.5050 .0000E+00 .3649E-01    0.4354 .1231E-01 .2273E-02    0.0000 .0000E+00 .0000E+0
  270         0.00  0.000  0.095  0.4030    4.0700 .0000E+00 .3553E-01    0.4915 .1390E-01 .2494E-02    0.0000 .0000E+00 .0000E+0
  271         0.03  0.000  0.106  0.3846    3.7351 .0000E+00 .3479E-01    0.5405 .1528E-01 .2683E-02    0.0000 .0000E+00 .0000E+0
  272         0.00  0.000  0.111  0.3605    3.4598 .0000E+00 .3418E-01    0.5837 .1650E-01 .2846E-02    0.0000 .0000E+00 .0000E+0
  273         0.00  0.000  0.120  0.3350    3.1052 .0000E+00 .3340E-01    0.6215 .1757E-01 .2987E-02    0.0000 .0000E+00 .0000E+0
  274         0.00  0.000  0.089  0.3146    2.8586 .0000E+00 .3285E-01    0.6544 .1850E-01 .3108E-02    0.0000 .0000E+00 .0000E+0
  275         0.00  0.000  0.092  0.2939    2.5877 .0000E+00 .3225E-01    0.6831 .1931E-01 .3212E-02    0.0000 .0000E+00 .0000E+0
  276         0.12  0.000  0.071  0.2968    2.2262 .0000E+00 .3145E-01    0.7076 .2001E-01 .3301E-02    0.0000 .0000E+00 .0000E+0
  277         0.00  0.000  0.070  0.2800    1.9550 .0000E+00 .3085E-01    0.7282 .2059E-01 .3374E-02    0.0000 .0000E+00 .0000E+0
  278         0.00  0.000  0.064  0.2642    1.7752 .0000E+00 .3046E-01    0.7457 .2109E-01 .3437E-02    0.0000 .0000E+00 .0000E+0
  279         0.00  0.000  0.064  0.2486    1.6078 .0000E+00 .3009E-01    0.7608 .2151E-01 .3490E-02    0.0000 .0000E+00 .0000E+0
  280         1.64  0.242  0.069  0.4653    1.5067 .0000E+00 .2986E-01    0.7738 .2188E-01 .3536E-02    0.0000 .0000E+00 .0000E+0
  281         0.09  0.000  0.064  0.4635    4.9068 .0000E+00 .3738E-01    0.7929 .2242E-01 .3603E-02    0.0000 .0000E+00 .0000E+0
  282         0.00  0.000  0.072  0.4452    4.8260 .0000E+00 .3720E-01    0.8223 .2325E-01 .3705E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.058  0.4295    4.4859 .0000E+00 .3645E-01    0.8482 .2398E-01 .3795E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.059  0.4138    4.1632 .0000E+00 .3574E-01    0.8701 .2460E-01 .3870E-02    0.0000 .0000E+00 .0000E+0
  285         0.00  0.000  0.051  0.3995    3.8730 .0000E+00 .3510E-01    0.8883 .2512E-01 .3933E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.066  0.3827    3.6269 .0000E+00 .3455E-01    0.9035 .2555E-01 .3985E-02    0.0000 .0000E+00 .0000E+0
  287         0.44  0.000  0.069  0.4388    3.5362 .0000E+00 .3435E-01    0.9164 .2591E-01 .4029E-02    0.0000 .0000E+00 .0000E+0
  288         0.18  0.000  0.065  0.4519    4.2621 .0000E+00 .3596E-01    0.9295 .2628E-01 .4073E-02    0.0000 .0000E+00 .0000E+0
  289         0.01  0.000  0.063  0.4370    4.5220 .0000E+00 .3653E-01    0.9446 .2671E-01 .4124E-02    0.0000 .0000E+00 .0000E+0
  290         0.00  0.000  0.070  0.4193    4.3114 .0000E+00 .3606E-01    0.9590 .2712E-01 .4173E-02    0.0000 .0000E+00 .0000E+0
  291         0.00  0.000  0.085  0.3993    3.9626 .0000E+00 .3529E-01    0.9707 .2745E-01 .4212E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.089  0.3786    3.6641 .0000E+00 .3463E-01    0.9795 .2770E-01 .4241E-02    0.0000 .0000E+00 .0000E+0
  293         0.00  0.000  0.065  0.3621    3.3843 .0000E+00 .3401E-01    0.9859 .2788E-01 .4263E-02    0.0000 .0000E+00 .0000E+0
  294         0.00  0.000  0.068  0.3453    3.1287 .0000E+00 .3345E-01    0.9902 .2800E-01 .4277E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.056  0.3305    2.8945 .0000E+00 .3293E-01    0.9928 .2807E-01 .4286E-02    0.0000 .0000E+00 .0000E+0
  296         0.00  0.000  0.059  0.3153    2.6969 .0000E+00 .3249E-01    0.9938 .2810E-01 .4289E-02    0.0000 .0000E+00 .0000E+0
  297         0.00  0.000  0.073  0.2978    2.4956 .0000E+00 .3205E-01    0.9936 .2810E-01 .4289E-02    0.0000 .0000E+00 .0000E+0
  298         0.00  0.000  0.064  0.2819    2.2294 .0000E+00 .3146E-01    0.9922 .2805E-01 .4284E-02    0.0000 .0000E+00 .0000E+0
  299         0.00  0.000  0.049  0.2685    1.9396 .0000E+00 .3082E-01    0.9893 .2797E-01 .4274E-02    0.0000 .0000E+00 .0000E+0
  300         0.00  0.000  0.048  0.2554    1.7778 .0000E+00 .3046E-01    0.9852 .2786E-01 .4260E-02    0.0000 .0000E+00 .0000E+0
  301         0.00  0.000  0.059  0.2406    1.6168 .0000E+00 .3011E-01    0.9805 .2773E-01 .4245E-02    0.0000 .0000E+00 .0000E+0
  302         0.64  0.000  0.059  0.3324    1.4491 .0000E+00 .2974E-01    0.9753 .2758E-01 .4227E-02    0.0000 .0000E+00 .0000E+0
  303         0.00  0.000  0.054  0.3186    1.2802 .0000E+00 .2936E-01    0.9696 .2741E-01 .4208E-02    0.0000 .0000E+00 .0000E+0
  304         0.72  0.014  0.065  0.4203    1.6871 .0000E+00 .3026E-01    0.9646 .2727E-01 .4191E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.054  0.4055    3.5290 .0000E+00 .3433E-01    0.9655 .2730E-01 .4194E-02    0.0000 .0000E+00 .0000E+0
  306         0.07  0.000  0.065  0.4006    3.4202 .0000E+00 .3409E-01    0.9726 .2750E-01 .4218E-02    0.0000 .0000E+00 .0000E+0
  307         0.50  0.004  0.067  0.4662    3.8229 .0000E+00 .3498E-01    0.9797 .2770E-01 .4242E-02    0.0000 .0000E+00 .0000E+0
  308         0.23  0.000  0.070  0.4866    5.1777 .0000E+00 .3798E-01    0.9906 .2801E-01 .4278E-02    0.0000 .5430E-10 .2584E-0
  309         0.03  0.000  0.065  0.4744    5.4953 .0000E+00 .3868E-01    1.0061 .2845E-01 .4330E-02    0.0000 .7035E-09 .1009E-0
  310         0.17  0.000  0.069  0.4847    5.3461 .0000E+00 .3835E-01    1.0212 .2887E-01 .4380E-02    0.0001 .2139E-08 .1757E-0
  311         0.00  0.000  0.070  0.4665    5.3798 .0000E+00 .3843E-01    1.0345 .2925E-01 .4424E-02    0.0001 .5237E-08 .3393E-0
  312         0.00  0.000  0.080  0.4470    4.9154 .0000E+00 .3740E-01    1.0459 .2957E-01 .4462E-02    0.0001 .9312E-08 .3707E-0
  313         0.00  0.000  0.091  0.4257    4.5113 .0000E+00 .3651E-01    1.0537 .2979E-01 .4488E-02    0.0002 .1541E-07 .4752E-0
  314         0.26  0.000  0.079  0.4499    4.2147 .0000E+00 .3585E-01    1.0589 .2994E-01 .4505E-02    0.0002 .2378E-07 .5889E-0
  315         0.00  0.000  0.068  0.4324    4.5869 .0000E+00 .3667E-01    1.0634 .3007E-01 .4519E-02    0.0002 .3416E-07 .7045E-0
  316         0.00  0.000  0.078  0.4135    4.2271 .0000E+00 .3588E-01    1.0680 .3020E-01 .4535E-02    0.0001 .2130E-07 .6020E-0
  317         0.00  0.000  0.081  0.3941    3.8872 .0000E+00 .3513E-01    1.0702 .3026E-01 .4542E-02    0.0003 .5737E-07 .9100E-0
  318         0.00  0.000  0.072  0.3763    3.6088 .0000E+00 .3451E-01    1.0705 .3027E-01 .4543E-02    0.0003 .7425E-07 .1035E-0
  319         0.15  0.000  0.068  0.3843    3.3497 .0000E+00 .3394E-01    1.0691 .3023E-01 .4538E-02    0.0004 .9390E-07 .1164E-0
  320         0.00  0.000  0.068  0.3674    3.1012 .0000E+00 .3339E-01    1.0664 .3015E-01 .4530E-02    0.0004 .1191E-06 .1637E-0
  321         0.00  0.000  0.047  0.3540    2.8763 .0000E+00 .3289E-01    1.0625 .3004E-01 .4517E-02    0.0005 .1480E-06 .1458E-0
  322         0.00  0.000  0.059  0.3389    2.6832 .0000E+00 .3246E-01    1.0578 .2991E-01 .4501E-02    0.0005 .1760E-06 .1589E-0
  323         0.00  0.000  0.052  0.3249    2.4884 .0000E+00 .3203E-01    1.0523 .2975E-01 .4483E-02    0.0006 .2061E-06 .1719E-0
  324         0.00  0.000  0.047  0.3119    2.3007 .0000E+00 .3162E-01    1.0461 .2958E-01 .4463E-02    0.0006 .2380E-06 .1846E-0
  325         0.00  0.000  0.064  0.2961    2.1010 .0000E+00 .3118E-01    1.0394 .2939E-01 .4440E-02    0.0006 .2715E-06 .1971E-0
  326         0.00  0.000  0.055  0.2818    1.9211 .0000E+00 .3078E-01    1.0321 .2918E-01 .4416E-02    0.0007 .3065E-06 .2094E-0
  327         0.00  0.000  0.061  0.2666    1.7583 .0000E+00 .3042E-01    1.0244 .2896E-01 .4391E-02    0.0007 .3425E-06 .2213E-0
  328         0.47  0.000  0.064  0.3292    1.6217 .0000E+00 .3012E-01    1.0164 .2874E-01 .4364E-02    0.0008 .3791E-06 .2327E-0
  329         0.00  0.000  0.053  0.3155    1.4706 .0000E+00 .2978E-01    1.0083 .2851E-01 .4337E-02    0.0008 .4162E-06 .2438E-0
  330         0.00  0.000  0.055  0.3014    1.3123 .0000E+00 .2943E-01    1.0000 .2828E-01 .4310E-02    0.0008 .4535E-06 .2544E-0
  331         0.00  0.000  0.047  0.2887    1.1562 .0000E+00 .2909E-01    0.9915 .2803E-01 .4281E-02    0.0004 .2421E-06 .1978E-0
  332         0.00  0.000  0.048  0.2759    0.9944 .0000E+00 .2873E-01    0.9827 .2779E-01 .4252E-02    0.0009 .5175E-06 .2721E-0
  333         0.00  0.000  0.043  0.2640    0.8602 .0000E+00 .2843E-01    0.9738 .2753E-01 .4222E-02    0.0009 .5543E-06 .2815E-0
  334         0.00  0.000  0.061  0.2492    0.7224 .0000E+00 .2813E-01    0.9648 .2728E-01 .4192E-02    0.0010 .5905E-06 .3643E-0
  335         0.00  0.000  0.057  0.2351    0.5846 .0000E+00 .2782E-01    0.9558 .2703E-01 .4162E-02    0.0010 .6363E-06 .3011E-0
  336         0.00  0.000  0.054  0.2215    0.4487 .0000E+00 .2752E-01    0.9468 .2677E-01 .4131E-02    0.0010 .6706E-06 .3091E-0
  337         0.00  0.000  0.040  0.2102    0.3152 .0000E+00 .2723E-01    0.9377 .2651E-01 .4101E-02    0.0005 .3496E-06 .2371E-0
  338         0.00  0.000  0.036  0.1997    0.1845 .0000E+00 .2694E-01    0.9286 .2626E-01 .4070E-02    0.0011 .7263E-06 .3220E-0
  339  *      0.79  0.000  0.035  0.1992    0.0575 .0000E+00 .2250E-01    0.9153 .2588E-01 .4025E-02    0.0011 .7612E-06 .3298E-0
  340         0.00  0.000  0.010  0.2414    0.0000 .0000E+00 .1106E-16    0.8737 .2470E-01 .3883E-02    0.0011 .8252E-06 .3444E-0
  341  *      0.00  0.000  0.035  0.2447    0.0000 .0000E+00 .0000E+00    0.7993 .2260E-01 .3625E-02    0.0012 .9387E-06 .3685E-0
  342         0.27  0.003  0.000  0.3575    0.0701 .0000E+00 .6788E-02    0.7378 .2086E-01 .3408E-02    0.0013 .1055E-05 .4887E-0
  343         0.15  0.000  0.063  0.3671    1.4840 .0000E+00 .2981E-01    0.7151 .2022E-01 .3328E-02    0.0013 .1128E-05 .4003E-0
  344         0.06  0.000  0.053  0.3632    1.7409 .0000E+00 .3038E-01    0.7320 .2070E-01 .3388E-02    0.0013 .1079E-05 .3915E-0
  345         0.00  0.000  0.039  0.3516    1.9730 .0000E+00 .3089E-01    0.7489 .2118E-01 .3448E-02    0.0013 .1034E-05 .3834E-0
  346         0.00  0.000  0.045  0.3390    1.9536 .0000E+00 .3085E-01    0.7652 .2164E-01 .3506E-02    0.0012 .9955E-06 .3762E-0
  347         0.00  0.000  0.039  0.3273    1.9076 .0000E+00 .3075E-01    0.7799 .2205E-01 .3558E-02    0.0012 .9632E-06 .3701E-0
  348         0.00  0.000  0.039  0.3158    1.8295 .0000E+00 .3058E-01    0.7932 .2243E-01 .3604E-02    0.0006 .4686E-06 .2738E-0
  349         0.00  0.000  0.037  0.3045    1.7302 .0000E+00 .3036E-01    0.8048 .2276E-01 .3644E-02    0.0012 .9236E-06 .3619E-0
  350  *      0.00  0.000  0.032  0.2943    1.5858 .0000E+00 .3004E-01    0.8148 .2304E-01 .3679E-02    0.0012 .9059E-06 .3585E-0
  351  *      0.00  0.000  0.035  0.2835    1.4346 .0000E+00 .2970E-01    0.8231 .2327E-01 .3708E-02    0.0012 .8932E-06 .4449E-0
  352         0.00  0.000  0.038  0.2723    1.2837 .0000E+00 .2937E-01    0.8298 .2346E-01 .3732E-02    0.0012 .8803E-06 .3539E-0
  353  *      0.09  0.000  0.033  0.2708    1.1394 .0000E+00 .2905E-01    0.8352 .2361E-01 .3750E-02    0.0012 .8757E-06 .3530E-0
  354         0.08  0.000  0.045  0.2780    0.9796 .0000E+00 .2870E-01    0.8392 .2373E-01 .3764E-02    0.0012 .8739E-06 .3526E-0



  355         0.00  0.000  0.056  0.2640    0.8808 .0000E+00 .2848E-01    0.8421 .2381E-01 .3774E-02    0.0012 .8744E-06 .3527E-0
  356         0.00  0.000  0.040  0.2526    0.7538 .0000E+00 .2820E-01    0.8442 .2387E-01 .3781E-02    0.0012 .8765E-06 .3531E-0
  357         0.00  0.000  0.039  0.2416    0.6210 .0000E+00 .2791E-01    0.8453 .2390E-01 .3785E-02    0.0012 .8801E-06 .3539E-0
  358         0.00  0.000  0.039  0.2304    0.4871 .0000E+00 .2761E-01    0.8456 .2391E-01 .3786E-02    0.0012 .8852E-06 .3549E-0
  359  *      0.11  0.000  0.036  0.2291    0.3567 .0000E+00 .2732E-01    0.8451 .2389E-01 .3784E-02    0.0012 .8913E-06 .3561E-0
  360  *      0.00  0.000  0.030  0.2279    0.2313 .0000E+00 .2704E-01    0.8439 .2386E-01 .3780E-02    0.0012 .8984E-06 .3575E-0
  361  *      0.00  0.000  0.036  0.2180    0.1094 .0000E+00 .2677E-01    0.8420 .2381E-01 .3774E-02    0.0012 .9061E-06 .3590E-0
  362  *      0.00  0.000  0.033  0.2111    0.0137 .0000E+00 .8863E-02    0.8221 .2325E-01 .3705E-02    0.0006 .4720E-06 .2748E-0
  363  *      0.00  0.000  0.000  0.2111    0.0000 .0000E+00 .0000E+00    0.7662 .2167E-01 .3509E-02    0.0012 .1007E-05 .3807E-0
  364  *      0.00  0.000  0.000  0.2111    0.0000 .0000E+00 .0000E+00    0.7007 .1981E-01 .3276E-02    0.0013 .1116E-05 .5022E-0
  365  *      0.02  0.000  0.040  0.2077    0.0000 .0000E+00 .0000E+00    0.6406 .1811E-01 .3057E-02    0.0014 .1262E-05 .4234E-0
  366  *      0.13  0.000  0.032  0.2110    0.0000 .0000E+00 .0000E+00    0.5855 .1656E-01 .2853E-02    0.0014 .1349E-05 .4376E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   12
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.41    1.21    1.61    2.04    3.02    1.58
                                  1.62    1.78    6.05    3.84    1.88    1.70
 
 RUNOFF                           0.623   1.369   0.739   0.001   0.035   0.001
                                  0.000   0.000   0.527   0.256   0.005   0.003
 
 EVAPOTRANSPIRATION               0.838   0.633   2.014   1.807   2.058   2.325
                                  1.782   1.737   3.875   2.013   1.903   1.089
 
 PERCOLATION/LEAKAGE THROUGH      0.1313  0.0000  0.5976  0.0000  0.1472  0.1042
   LAYER  2                       0.0000  0.0000  0.6140  1.0257  0.9947  0.6737
 
 LATERAL DRAINAGE COLLECTED       0.3841  0.0211  0.3442  0.1513  0.1062  0.0415
   FROM LAYER  3                  0.0586  0.0021  0.3069  0.7918  0.8703  0.7081
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0679  0.0072  0.0598  0.0327  0.0248  0.0118
   LAYER  4                       0.0159  0.0012  0.0568  0.1234  0.1319  0.1132
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1326  0.0952  0.0257  0.0629  0.0484  0.0472
   LAYER  7                       0.0358  0.0389  0.0047  0.0000  0.0425  0.1133
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.049   0.000   1.462   0.000   0.200   0.030
   TOP OF LAYER  2                0.000   0.000   1.457   2.965   2.997   0.760
 
 STD. DEVIATION OF DAILY          0.135   0.000   1.586   0.000   0.491   0.086
   HEAD ON TOP OF LAYER  2        0.000   0.000   1.586   1.147   1.556   0.730
 
 AVERAGE DAILY HEAD ON            0.438   0.026   0.393   0.178   0.121   0.049
   TOP OF LAYER  4                0.067   0.002   0.362   0.903   1.026   0.808
 
 STD. DEVIATION OF DAILY          0.302   0.021   0.296   0.139   0.097   0.056
   HEAD ON TOP OF LAYER  4        0.056   0.002   0.188   0.100   0.037   0.081
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.000   0.001
   TOP OF LAYER  7                0.000   0.000   0.000   0.000   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   12
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           27.74         251740.531    100.00
 
   RUNOFF                                   3.559         32294.576     12.83
 
   EVAPOTRANSPIRATION                      22.075        200327.719     79.58
 
   PERC./LEAKAGE THROUGH LAYER  2           4.288351      38916.781     15.46
 
   AVG. HEAD ON TOP OF LAYER  2             0.8266
 



   DRAINAGE COLLECTED FROM LAYER  3         3.7862        34360.035     13.65
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.646549       5867.429      2.33
 
   AVG. HEAD ON TOP OF LAYER  4             0.3644
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.116      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.647139       5872.788      2.33
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                 -2.327        -21115.865     -8.39
 
   SOIL WATER AT START OF YEAR            284.992       2586300.750
 
   SOIL WATER AT END OF YEAR              284.010       2577390.250
 
   SNOW WATER AT START OF YEAR              1.423         12916.323      5.13
 
   SNOW WATER AT END OF YEAR                0.078           710.952      0.28
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.160      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   13
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *      0.07  0.000  0.040  0.2143    0.0000 .0000E+00 .0000E+00    0.5350 .1513E-01 .2662E-02    0.0015 .1422E-05 .4492E-0
    2         0.00  0.000  0.044  0.2216    0.0000 .0000E+00 .0000E+00    0.4887 .1382E-01 .2483E-02    0.0015 .1480E-05 .4582E-0
    3         1.44  0.154  0.051  0.4263    0.1383 .0000E+00 .6939E-02    0.4532 .1281E-01 .2344E-02    0.0015 .1508E-05 .4625E-0
    4         0.00  0.000  0.049  0.4123    3.7882 .0000E+00 .3491E-01    0.4596 .1299E-01 .2369E-02    0.0015 .1430E-05 .4504E-0
    5         0.01  0.000  0.050  0.3998    3.7769 .0000E+00 .3488E-01    0.5104 .1443E-01 .2568E-02    0.0014 .1257E-05 .4224E-0
    6         0.00  0.000  0.048  0.3860    3.5853 .0000E+00 .3446E-01    0.5565 .1574E-01 .2744E-02    0.0013 .1119E-05 .3986E-0
    7         0.00  0.000  0.045  0.3729    3.3819 .0000E+00 .3401E-01    0.5977 .1690E-01 .2899E-02    0.0013 .1009E-05 .3786E-0
    8         0.00  0.000  0.042  0.3603    3.1828 .0000E+00 .3357E-01    0.6342 .1793E-01 .3034E-02    0.0012 .9222E-06 .3620E-0
    9  *      0.00  0.000  0.042  0.3477    2.9725 .0000E+00 .3310E-01    0.6666 .1885E-01 .3152E-02    0.0011 .8531E-06 .3482E-0
   10         0.00  0.000  0.046  0.3346    2.7830 .0000E+00 .3269E-01    0.6950 .1965E-01 .3255E-02    0.0011 .7987E-06 .3370E-0
   11         0.00  0.000  0.047  0.3213    2.5951 .0000E+00 .3227E-01    0.7201 .2036E-01 .3345E-02    0.0011 .7560E-06 .3279E-0
   12         0.00  0.000  0.045  0.3084    2.4089 .0000E+00 .3186E-01    0.7420 .2098E-01 .3423E-02    0.0011 .7229E-06 .3207E-0
   13         0.00  0.000  0.056  0.2939    2.2224 .0000E+00 .3145E-01    0.7610 .2152E-01 .3491E-02    0.0005 .3489E-06 .2362E-0
   14         0.00  0.000  0.062  0.2784    2.0106 .0000E+00 .3098E-01    0.7773 .2198E-01 .3548E-02    0.0010 .6872E-06 .3120E-0
   15         0.00  0.000  0.052  0.2646    1.8516 .0000E+00 .3063E-01    0.7911 .2237E-01 .3597E-02    0.0010 .6728E-06 .3089E-0
   16  *      0.00  0.000  0.043  0.2524    1.6914 .0000E+00 .3027E-01    0.8029 .2270E-01 .3638E-02    0.0010 .6634E-06 .3068E-0
   17         0.00  0.000  0.052  0.2387    1.5336 .0000E+00 .2992E-01    0.8128 .2298E-01 .3672E-02    0.0010 .6580E-06 .3056E-0
   18         0.00  0.000  0.046  0.2261    1.3260 .0000E+00 .2946E-01    0.8208 .2321E-01 .3700E-02    0.0010 .6563E-06 .3053E-0
   19  *      0.00  0.000  0.046  0.2137    1.0295 .0000E+00 .2881E-01    0.8268 .2338E-01 .3721E-02    0.0010 .6581E-06 .3058E-0
   20  *      0.00  0.000  0.037  0.2028    0.8528 .0000E+00 .2842E-01    0.8309 .2349E-01 .3735E-02    0.0010 .6631E-06 .3071E-0
   21  *      0.00  0.000  0.000  0.1981    0.7190 .0000E+00 .2812E-01    0.8337 .2357E-01 .3745E-02    0.0010 .6704E-06 .3088E-0
   22  *      0.00  0.000  0.000  0.1934    0.5899 .0000E+00 .2784E-01    0.8355 .2362E-01 .3751E-02    0.0010 .6793E-06 .3109E-0
   23  *  *   0.05  0.000  0.041  0.1888    0.4621 .0000E+00 .2755E-01    0.8364 .2365E-01 .3754E-02    0.0010 .6909E-06 .3920E-0
   24  *  *   0.00  0.000  0.009  0.1843    0.3356 .0000E+00 .2727E-01    0.8365 .2365E-01 .3755E-02    0.0010 .7033E-06 .3164E-0
   25  *  *   0.00  0.000  0.000  0.1798    0.2104 .0000E+00 .2700E-01    0.8359 .2364E-01 .3753E-02    0.0011 .7155E-06 .3191E-0
   26  *  *   0.00  0.000  0.000  0.1754    0.0865 .0000E+00 .2672E-01    0.8346 .2360E-01 .3748E-02    0.0011 .7283E-06 .3220E-0
   27     *   0.00  0.000  0.000  0.1750    0.0024 .0000E+00 .2087E-02    0.8085 .2286E-01 .3657E-02    0.0011 .7790E-06 .3329E-0
   28  *  *   0.16  0.000  0.037  0.1750    0.0000 .0000E+00 .0000E+00    0.7428 .2100E-01 .3426E-02    0.0012 .8935E-06 .3564E-0
   29  *  *   0.00  0.000  0.035  0.1750    0.0000 .0000E+00 .0000E+00    0.6792 .1921E-01 .3198E-02    0.0012 .1004E-05 .3777E-0
   30  *  *   0.00  0.000  0.044  0.1750    0.0000 .0000E+00 .0000E+00    0.6209 .1756E-01 .2985E-02    0.0013 .1102E-05 .3956E-0
   31     *   0.00  0.000  0.043  0.1750    0.0000 .0000E+00 .0000E+00    0.5675 .1604E-01 .2785E-02    0.0014 .1187E-05 .4105E-0
   32  *  *   0.00  0.000  0.000  0.1750    0.0000 .0000E+00 .0000E+00    0.5184 .1466E-01 .2599E-02    0.0014 .1260E-05 .4228E-0
   33  *  *   0.65  0.000  0.032  0.1750    0.0000 .0000E+00 .0000E+00    0.4735 .1339E-01 .2424E-02    0.0014 .1319E-05 .4327E-0
   34  *  *   0.00  0.000  0.039  0.1750    0.0000 .0000E+00 .0000E+00    0.4324 .1223E-01 .2261E-02    0.0015 .1367E-05 .4404E-0
   35  *  *   0.00  0.000  0.036  0.1750    0.0000 .0000E+00 .0000E+00    0.3947 .1116E-01 .2108E-02    0.0015 .1404E-05 .4462E-0
   36  *  *   0.00  0.000  0.028  0.1750    0.0000 .0000E+00 .0000E+00    0.3602 .1018E-01 .1966E-02    0.0015 .1430E-05 .4504E-0
   37  *  *   0.00  0.000  0.028  0.1750    0.0000 .0000E+00 .0000E+00    0.3286 .9290E-02 .1832E-02    0.0015 .1448E-05 .4530E-0
   38  *  *   0.00  0.000  0.030  0.1750    0.0000 .0000E+00 .0000E+00    0.2996 .8472E-02 .1708E-02    0.0015 .1456E-05 .4544E-0
   39  *  *   0.00  0.000  0.027  0.1750    0.0000 .0000E+00 .0000E+00    0.2732 .7724E-02 .1591E-02    0.0015 .1458E-05 .4546E-0
   40  *  *   0.00  0.000  0.026  0.1750    0.0000 .0000E+00 .0000E+00    0.2489 .7039E-02 .1482E-02    0.0015 .1453E-05 .4538E-0
   41  *  *   0.00  0.000  0.032  0.1750    0.0000 .0000E+00 .0000E+00    0.2268 .6412E-02 .1380E-02    0.0008 .7306E-06 .3402E-0
   42  *  *   0.00  0.000  0.029  0.1750    0.0000 .0000E+00 .0000E+00    0.2065 .5839E-02 .1285E-02    0.0015 .1423E-05 .5616E-0



   43  *  *   0.34  0.000  0.000  0.1750    0.0000 .0000E+00 .0000E+00    0.1880 .5316E-02 .1196E-02    0.0015 .1407E-05 .4466E-0
   44  *  *   0.00  0.000  0.038  0.1750    0.0000 .0000E+00 .0000E+00    0.1711 .4837E-02 .1113E-02    0.0015 .1385E-05 .4430E-0
   45  *  *   0.00  0.000  0.039  0.1750    0.0000 .0000E+00 .0000E+00    0.1556 .4400E-02 .1035E-02    0.0015 .1359E-05 .4389E-0
   46     *   0.00  0.154  0.012  0.2244    0.0000 .0000E+00 .0000E+00    0.1415 .4000E-02 .9629E-03    0.0014 .1331E-05 .4344E-0
   47     *   0.01  0.016  0.047  0.2396    0.0000 .0000E+00 .0000E+00    0.1286 .3636E-02 .8952E-03    0.0014 .1302E-05 .4296E-0
   48     *   0.05  0.000  0.005  0.2471    0.0000 .0000E+00 .0000E+00    0.1168 .3303E-02 .8320E-03    0.0014 .1271E-05 .4244E-0
   49  *  *   0.01  0.000  0.010  0.2471    0.0000 .0000E+00 .0000E+00    0.1061 .2999E-02 .7731E-03    0.0007 .6279E-06 .3154E-0
   50  *  *   0.00  0.000  0.000  0.2471    0.0000 .0000E+00 .0000E+00    0.0963 .2722E-02 .7180E-03    0.0014 .1211E-05 .5173E-0
   51  *  *   1.06  0.000  0.032  0.2471    0.0000 .0000E+00 .0000E+00    0.0873 .2469E-02 .6667E-03    0.0014 .1174E-05 .4079E-0
   52  *  *   0.00  0.000  0.031  0.2471    0.0000 .0000E+00 .0000E+00    0.0792 .2239E-02 .6188E-03    0.0013 .1141E-05 .4021E-0
   53  *  *   0.00  0.000  0.032  0.2471    0.0000 .0000E+00 .0000E+00    0.0718 .2029E-02 .5741E-03    0.0013 .1108E-05 .3962E-0
   54  *  *   0.00  0.000  0.032  0.2471    0.0000 .0000E+00 .0000E+00    0.0650 .1838E-02 .5325E-03    0.0013 .1075E-05 .3903E-0
   55  *  *   0.00  0.000  0.037  0.2471    0.0000 .0000E+00 .0000E+00    0.0588 .1664E-02 .4936E-03    0.0006 .5277E-06 .2892E-0
   56     *   0.00  0.017  0.031  0.2617    0.0000 .0000E+00 .0000E+00    0.0532 .1506E-02 .4575E-03    0.0013 .1016E-05 .3799E-0
   57     *   0.03  0.169  0.000  0.2935    0.0000 .0000E+00 .0000E+00    0.0482 .1362E-02 .4238E-03    0.0012 .9840E-06 .3739E-0
   58     *   0.00  0.080  0.019  0.3106    0.0000 .0000E+00 .0000E+00    0.0435 .1231E-02 .3924E-03    0.0012 .9531E-06 .3680E-0
   59     *   0.56  0.625  0.000  0.3377    0.0000 .0000E+00 .0000E+00    0.0393 .1112E-02 .3631E-03    0.0012 .9228E-06 .3621E-0
   60     *   0.00  0.000  0.000  0.3377    0.0000 .0000E+00 .0000E+00    0.0355 .1003E-02 .3359E-03    0.0012 .8932E-06 .3562E-0
   61     *   0.00  0.000  0.000  0.3377    0.0000 .0000E+00 .0000E+00    0.0320 .9052E-03 .3106E-03    0.0012 .8644E-06 .4369E-0
   62     *   0.62  0.501  0.005  0.3568    0.0000 .0000E+00 .0000E+00    0.0289 .8160E-03 .2871E-03    0.0011 .8309E-06 .3433E-0
   63     *   0.00  0.000  0.000  0.3568    0.0000 .0000E+00 .0000E+00    0.0260 .7352E-03 .2652E-03    0.0011 .8037E-06 .3376E-0
   64     *   0.00  0.000  0.000  0.3568    0.0000 .0000E+00 .0000E+00    0.0234 .6619E-03 .2448E-03    0.0011 .7773E-06 .3320E-0
   65  *  *   0.16  0.000  0.062  0.3568    0.0000 .0000E+00 .0000E+00    0.0211 .5954E-03 .2259E-03    0.0011 .7517E-06 .3265E-0
   66     *   0.00  0.009  0.089  0.3568    0.0000 .0000E+00 .0000E+00    0.0189 .5353E-03 .2083E-03    0.0011 .7269E-06 .3211E-0
   67     *   0.00  0.000  0.000  0.3568    0.0000 .0000E+00 .0000E+00    0.0170 .4808E-03 .1920E-03    0.0005 .3553E-06 .2375E-0
   68     *   0.00  0.000  0.000  0.3568    0.0000 .0000E+00 .0000E+00    0.0153 .4315E-03 .1768E-03    0.0010 .6846E-06 .3118E-0
   69     *   1.55  1.452  0.005  0.3723    0.0000 .0000E+00 .0000E+00    0.0137 .3870E-03 .1628E-03    0.0010 .6621E-06 .3066E-0
   70  *  *   0.00  0.000  0.000  0.3723    0.0000 .0000E+00 .0000E+00    0.0123 .3468E-03 .1497E-03    0.0010 .6404E-06 .3016E-0
   71     *   0.00  0.000  0.000  0.3723    0.0000 .0000E+00 .0000E+00    0.0110 .3104E-03 .1377E-03    0.0010 .6195E-06 .2966E-0
   72         0.00  0.000  0.105  0.3509    1.5711 .0000E+00 .2337E-01    0.0330 .9330E-03 .3093E-03    0.0009 .5543E-06 .2782E-0
   73         0.24  0.000  0.105  0.3679    2.7598 .0000E+00 .3263E-01    0.0996 .2816E-02 .7337E-03    0.0008 .4168E-06 .2375E-0
   74         0.00  0.000  0.113  0.3437    2.5241 .0000E+00 .3211E-01    0.1747 .4938E-02 .1130E-02    0.0007 .2811E-06 .1944E-0
   75         1.03  0.079  0.107  0.4790    2.9218 .0000E+00 .3299E-01    0.2432 .6878E-02 .1455E-02    0.0006 .1878E-06 .1590E-0
   76         0.66  0.354  0.135  0.5010    5.7796 .0000E+00 .3931E-01    0.3136 .8868E-02 .1768E-02    0.0004 .1222E-06 .1276E-0
   77         0.02  0.016  0.118  0.4756    5.7442 .0000E+00 .3923E-01    0.3882 .1098E-01 .2081E-02    0.0003 .7321E-07 .9779E-0
   78         0.00  0.000  0.137  0.4465    5.0610 .0000E+00 .3772E-01    0.4548 .1286E-01 .2350E-02    0.0003 .4072E-07 .7253E-0
   79         0.00  0.000  0.138  0.4174    4.4819 .0000E+00 .3644E-01    0.5121 .1448E-01 .2574E-02    0.0002 .2217E-07 .6526E-0
   80         0.00  0.000  0.112  0.3928    3.9815 .0000E+00 .3534E-01    0.5614 .1587E-01 .2763E-02    0.0001 .8109E-08 .3427E-0
   81         0.00  0.000  0.096  0.3711    3.6367 .0000E+00 .3457E-01    0.6041 .1708E-01 .2923E-02    0.0001 .3884E-08 .2383E-0
   82         0.00  0.000  0.099  0.3490    3.3323 .0000E+00 .3390E-01    0.6414 .1814E-01 .3060E-02    0.0001 .1785E-08 .1626E-0
   83         0.21  0.000  0.091  0.3633    3.0162 .0000E+00 .3320E-01    0.6738 .1905E-01 .3178E-02    0.0000 .8308E-09 .1118E-0
   84         0.00  0.000  0.110  0.3395    2.7611 .0000E+00 .3264E-01    0.7018 .1984E-01 .3280E-02    0.0000 .2127E-09 .5497E-0
   85         0.30  0.000  0.124  0.3635    2.5183 .0000E+00 .3210E-01    0.7260 .2053E-01 .3366E-02    0.0000 .4530E-09 .7410E-0
   86         0.00  0.000  0.132  0.3363    2.2737 .0000E+00 .3156E-01    0.7468 .2112E-01 .3441E-02    0.0000 .4439E-09 .7552E-0
   87         0.00  0.000  0.154  0.3054    2.0092 .0000E+00 .3097E-01    0.7645 .2162E-01 .3503E-02    0.0000 .6243E-09 .9196E-0
   88         0.25  0.000  0.133  0.3198    1.8093 .0000E+00 .3053E-01    0.7793 .2203E-01 .3555E-02    0.0000 .1057E-08 .1216E-0
   89         0.00  0.000  0.141  0.2914    1.6153 .0000E+00 .3010E-01    0.7917 .2239E-01 .3599E-02    0.0001 .1852E-08 .1623E-0
   90         0.00  0.000  0.122  0.2660    1.4231 .0000E+00 .2968E-01    0.8020 .2268E-01 .3635E-02    0.0001 .3149E-08 .2126E-0
   91         0.00  0.000  0.131  0.2394    1.2362 .0000E+00 .2927E-01    0.8104 .2291E-01 .3664E-02    0.0001 .5101E-08 .2711E-0
   92         0.00  0.000  0.114  0.2155    1.0223 .0000E+00 .2879E-01    0.8169 .2310E-01 .3687E-02    0.0001 .7869E-08 .4341E-0
   93         0.00  0.000  0.160  0.1842    0.8294 .0000E+00 .2837E-01    0.8217 .2323E-01 .3703E-02    0.0001 .1259E-07 .4282E-0
   94         0.00  0.000  0.141  0.1572    0.3804 .0000E+00 .2069E-01    0.8178 .2312E-01 .3690E-02    0.0002 .1951E-07 .5320E-0
   95         0.00  0.000  0.083  0.1433    0.0000 .0000E+00 .0000E+00    0.7813 .2209E-01 .3562E-02    0.0001 .1820E-07 .5511E-0
   96         0.00  0.000  0.050  0.1350    0.0000 .0000E+00 .0000E+00    0.7145 .2020E-01 .3325E-02    0.0003 .6347E-07 .9793E-0
   97         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6533 .1847E-01 .3104E-02    0.0004 .1080E-06 .1267E-0
   98         0.44  0.000  0.024  0.2044    0.0000 .0000E+00 .0000E+00    0.5971 .1688E-01 .2896E-02    0.0005 .1594E-06 .1928E-0
   99         0.10  0.000  0.039  0.2145    0.0000 .0000E+00 .0000E+00    0.5456 .1543E-01 .2703E-02    0.0006 .2313E-06 .1816E-0
  100         0.00  0.000  0.036  0.2085    0.0000 .0000E+00 .0000E+00    0.4984 .1409E-01 .2521E-02    0.0007 .2859E-06 .2018E-0
  101         0.00  0.000  0.035  0.2027    0.0000 .0000E+00 .0000E+00    0.4552 .1287E-01 .2352E-02    0.0007 .3393E-06 .2197E-0
  102         0.00  0.000  0.032  0.1974    0.0000 .0000E+00 .0000E+00    0.4156 .1175E-01 .2193E-02    0.0008 .3901E-06 .2355E-0
  103         0.00  0.000  0.030  0.1925    0.0000 .0000E+00 .0000E+00    0.3793 .1073E-01 .2045E-02    0.0008 .4377E-06 .2494E-0
  104         0.00  0.000  0.028  0.1878    0.0000 .0000E+00 .0000E+00    0.3461 .9786E-02 .1907E-02    0.0009 .4814E-06 .2615E-0
  105         0.22  0.000  0.031  0.2193    0.0000 .0000E+00 .0000E+00    0.3157 .8926E-02 .1777E-02    0.0009 .5209E-06 .2720E-0
  106         0.00  0.000  0.026  0.2149    0.0000 .0000E+00 .0000E+00    0.2878 .8139E-02 .1656E-02    0.0009 .5560E-06 .2810E-0
  107         0.00  0.000  0.025  0.2107    0.0000 .0000E+00 .0000E+00    0.2624 .7418E-02 .1543E-02    0.0010 .5867E-06 .2886E-0
  108         0.00  0.000  0.024  0.2067    0.0000 .0000E+00 .0000E+00    0.2391 .6759E-02 .1437E-02    0.0010 .6130E-06 .2950E-0
  109         0.00  0.000  0.024  0.2027    0.0000 .0000E+00 .0000E+00    0.2177 .6157E-02 .1338E-02    0.0010 .6351E-06 .3002E-0
  110         0.00  0.000  0.024  0.1987    0.0000 .0000E+00 .0000E+00    0.1983 .5606E-02 .1246E-02    0.0010 .6533E-06 .3045E-0
  111         0.00  0.000  0.023  0.1948    0.0000 .0000E+00 .0000E+00    0.1804 .5102E-02 .1159E-02    0.0010 .6677E-06 .3078E-0
  112         0.63  0.000  0.027  0.2953    0.0000 .0000E+00 .0000E+00    0.1642 .4642E-02 .1079E-02    0.0010 .6786E-06 .3103E-0
  113         0.00  0.000  0.182  0.2651    0.0000 .0000E+00 .0000E+00    0.1493 .4222E-02 .1003E-02    0.0010 .6863E-06 .3121E-0
  114         0.00  0.000  0.155  0.2389    0.0012 .0000E+00 .1437E-02    0.1371 .3878E-02 .9404E-03    0.0010 .6879E-06 .3124E-0
  115         0.00  0.000  0.193  0.2068    0.0000 .0000E+00 .0000E+00    0.1269 .3589E-02 .8865E-03    0.0010 .6853E-06 .3118E-0
  116         0.00  0.000  0.202  0.1732    0.0000 .0000E+00 .0000E+00    0.1153 .3260E-02 .8239E-03    0.0010 .6861E-06 .3120E-0
  117         0.33  0.000  0.088  0.2135    0.0000 .0000E+00 .0000E+00    0.1047 .2960E-02 .7655E-03    0.0005 .3423E-06 .2343E-0
  118         0.00  0.000  0.065  0.2027    0.0000 .0000E+00 .0000E+00    0.0950 .2687E-02 .7109E-03    0.0010 .6793E-06 .3111E-0
  119         0.00  0.000  0.055  0.1934    0.0000 .0000E+00 .0000E+00    0.0862 .2437E-02 .6601E-03    0.0010 .6749E-06 .3101E-0
  120         0.00  0.000  0.049  0.1853    0.0000 .0000E+00 .0000E+00    0.0781 .2210E-02 .6126E-03    0.0010 .6690E-06 .3852E-0
  121         0.00  0.000  0.045  0.1778    0.0000 .0000E+00 .0000E+00    0.0708 .2002E-02 .5684E-03    0.0010 .6623E-06 .3065E-0
  122         0.00  0.000  0.042  0.1708    0.0000 .0000E+00 .0000E+00    0.0641 .1814E-02 .5271E-03    0.0010 .6534E-06 .3045E-0
  123         0.00  0.000  0.039  0.1643    0.0000 .0000E+00 .0000E+00    0.0581 .1642E-02 .4886E-03    0.0010 .6436E-06 .3022E-0
  124         1.41  0.130  0.040  0.3709    0.0000 .0000E+00 .0000E+00    0.0525 .1486E-02 .4528E-03    0.0010 .6331E-06 .2997E-0
  125         0.08  0.000  0.193  0.3481    1.7206 .0000E+00 .2370E-01    0.0710 .2008E-02 .5670E-03    0.0009 .5629E-06 .2826E-0
  126         0.00  0.000  0.163  0.3156    2.2975 .0000E+00 .3161E-01    0.1338 .3782E-02 .9207E-03    0.0004 .2078E-06 .1825E-0
  127         0.00  0.000  0.166  0.2827    2.0263 .0000E+00 .3101E-01    0.2031 .5743E-02 .1268E-02    0.0007 .3388E-06 .2659E-0
  128         0.00  0.000  0.171  0.2490    1.8012 .0000E+00 .3051E-01    0.2650 .7493E-02 .1554E-02    0.0006 .2173E-06 .1758E-0
  129         0.00  0.000  0.204  0.2102    1.3108 .0000E+00 .2943E-01    0.3198 .9042E-02 .1794E-02    0.0003 .8083E-07 .1138E-0
  130         0.01  0.000  0.164  0.1798    0.7804 .0000E+00 .2826E-01    0.3670 .1038E-01 .1994E-02    0.0005 .1381E-06 .1376E-0
  131         0.11  0.000  0.143  0.1708    0.3224 .0000E+00 .2056E-01    0.4007 .1133E-01 .2133E-02    0.0004 .1113E-06 .1543E-0
  132         0.00  0.000  0.087  0.1563    0.0000 .0000E+00 .0000E+00    0.3987 .1127E-01 .2125E-02    0.0004 .1076E-06 .1238E-0
  133         0.00  0.000  0.062  0.1460    0.0000 .0000E+00 .0000E+00    0.3638 .1029E-01 .1981E-02    0.0005 .1374E-06 .1399E-0
  134         0.05  0.000  0.061  0.1442    0.0000 .0000E+00 .0000E+00    0.3319 .9385E-02 .1847E-02    0.0005 .1674E-06 .1544E-0
  135         0.01  0.000  0.039  0.1395    0.0000 .0000E+00 .0000E+00    0.3027 .8559E-02 .1721E-02    0.0003 .9839E-07 .1255E-0
  136         0.00  0.000  0.011  0.1376    0.0000 .0000E+00 .0000E+00    0.2760 .7803E-02 .1603E-02    0.0006 .2145E-06 .1761E-0
  137         0.00  0.000  0.011  0.1357    0.0000 .0000E+00 .0000E+00    0.2515 .7111E-02 .1494E-02    0.0006 .2416E-06 .1867E-0
  138         0.00  0.000  0.004  0.1351    0.0000 .0000E+00 .0000E+00    0.2291 .6479E-02 .1391E-02    0.0006 .2671E-06 .2455E-0



  139         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.2087 .5900E-02 .1295E-02    0.0007 .2996E-06 .2063E-0
  140         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1900 .5371E-02 .1206E-02    0.0004 .1602E-06 .1602E-0
  141         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1729 .4888E-02 .1122E-02    0.0007 .3311E-06 .2179E-0
  142         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1572 .4446E-02 .1044E-02    0.0007 .3481E-06 .2233E-0
  143         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1430 .4043E-02 .9706E-03    0.0007 .3630E-06 .2280E-0
  144         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1299 .3674E-02 .9025E-03    0.0008 .3746E-06 .2898E-0
  145         0.03  0.000  0.007  0.1388    0.0000 .0000E+00 .0000E+00    0.1181 .3338E-02 .8388E-03    0.0008 .3918E-06 .2359E-0
  146         0.05  0.000  0.007  0.1460    0.0000 .0000E+00 .0000E+00    0.1072 .3031E-02 .7794E-03    0.0004 .2001E-06 .1791E-0
  147         0.00  0.000  0.013  0.1438    0.0000 .0000E+00 .0000E+00    0.0973 .2751E-02 .7239E-03    0.0008 .4028E-06 .2398E-0
  148         0.00  0.000  0.017  0.1409    0.0000 .0000E+00 .0000E+00    0.0883 .2496E-02 .6722E-03    0.0008 .4067E-06 .3015E-0
  149         0.58  0.000  0.024  0.2336    0.0000 .0000E+00 .0000E+00    0.0800 .2263E-02 .6239E-03    0.0008 .4152E-06 .2428E-0
  150         0.16  0.000  0.033  0.2548    0.0000 .0000E+00 .0000E+00    0.0725 .2051E-02 .5789E-03    0.0004 .2104E-06 .1829E-0
  151         0.59  0.006  0.243  0.3105    0.0130 .0000E+00 .6662E-02    0.0723 .2045E-02 .5775E-03    0.0008 .4078E-06 .2406E-0
  152         0.00  0.000  0.276  0.2599    0.2415 .0000E+00 .2707E-01    0.1031 .2915E-02 .7544E-03    0.0008 .3601E-06 .2238E-0
  153         0.00  0.000  0.305  0.2046    0.2712 .0000E+00 .2713E-01    0.1639 .4635E-02 .1077E-02    0.0007 .2732E-06 .1927E-0
  154         0.00  0.000  0.193  0.1680    0.1301 .0000E+00 .2682E-01    0.2193 .6201E-02 .1345E-02    0.0006 .1957E-06 .1632E-0
  155         0.52  0.000  0.098  0.2371    0.0114 .0000E+00 .7135E-02    0.2499 .7065E-02 .1486E-02    0.0005 .1528E-06 .1456E-0
  156         1.13  0.111  0.195  0.3745    0.0000 .0000E+00 .0000E+00    0.2391 .6761E-02 .1437E-02    0.0005 .1482E-06 .1458E-0
  157         0.00  0.000  0.259  0.3263    1.8298 .0000E+00 .3058E-01    0.2482 .7017E-02 .1478E-02    0.0005 .1467E-06 .1439E-0
  158         0.00  0.000  0.262  0.2776    1.7620 .0000E+00 .3043E-01    0.3054 .8636E-02 .1733E-02    0.0004 .1144E-06 .1242E-0
  159         0.00  0.000  0.249  0.2312    1.4871 .0000E+00 .2982E-01    0.3570 .1009E-01 .1952E-02    0.0004 .7867E-07 .1273E-0
  160         0.00  0.000  0.265  0.1823    0.9765 .0000E+00 .2869E-01    0.4021 .1137E-01 .2139E-02    0.0001 .2281E-07 .6081E-0
  161         0.00  0.000  0.226  0.1423    0.2465 .0000E+00 .1379E-01    0.4268 .1207E-01 .2239E-02    0.0003 .4188E-07 .7608E-0
  162         0.00  0.000  0.044  0.1350    0.0000 .0000E+00 .0000E+00    0.4118 .1164E-01 .2178E-02    0.0003 .4530E-07 .8117E-0
  163         0.40  0.000  0.042  0.1946    0.0000 .0000E+00 .0000E+00    0.3758 .1063E-01 .2031E-02    0.0003 .6286E-07 .1217E-0
  164         0.00  0.000  0.058  0.1849    0.0000 .0000E+00 .0000E+00    0.3429 .9695E-02 .1893E-02    0.0004 .9486E-07 .1163E-0
  165         0.00  0.000  0.066  0.1739    0.0000 .0000E+00 .0000E+00    0.3127 .8843E-02 .1764E-02    0.0004 .1194E-06 .1304E-0
  166         0.00  0.000  0.069  0.1623    0.0000 .0000E+00 .0000E+00    0.2852 .8063E-02 .1644E-02    0.0005 .1440E-06 .1431E-0
  167         0.00  0.000  0.070  0.1507    0.0000 .0000E+00 .0000E+00    0.2599 .7349E-02 .1532E-02    0.0003 .8403E-07 .1160E-0
  168         0.00  0.000  0.068  0.1393    0.0000 .0000E+00 .0000E+00    0.2368 .6696E-02 .1427E-02    0.0005 .1824E-06 .1623E-0
  169         0.02  0.000  0.035  0.1369    0.0000 .0000E+00 .0000E+00    0.2157 .6099E-02 .1328E-02    0.0006 .2046E-06 .2152E-0
  170         0.00  0.000  0.008  0.1355    0.0000 .0000E+00 .0000E+00    0.1964 .5553E-02 .1237E-02    0.0006 .2333E-06 .1821E-0
  171         0.00  0.000  0.002  0.1352    0.0000 .0000E+00 .0000E+00    0.1787 .5054E-02 .1151E-02    0.0006 .2521E-06 .1893E-0
  172         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1626 .4598E-02 .1071E-02    0.0006 .2692E-06 .1955E-0
  173         0.66  0.000  0.053  0.2362    0.0000 .0000E+00 .0000E+00    0.1479 .4181E-02 .9959E-03    0.0007 .2845E-06 .2010E-0
  174         0.00  0.000  0.230  0.1978    0.0000 .0000E+00 .0000E+00    0.1344 .3801E-02 .9260E-03    0.0007 .2981E-06 .2058E-0
  175         0.00  0.000  0.247  0.1567    0.0000 .0000E+00 .0000E+00    0.1221 .3453E-02 .8608E-03    0.0007 .3100E-06 .2098E-0
  176         0.24  0.000  0.187  0.1654    0.0000 .0000E+00 .0000E+00    0.1109 .3136E-02 .7999E-03    0.0007 .3202E-06 .2132E-0
  177         0.17  0.000  0.092  0.1785    0.0000 .0000E+00 .0000E+00    0.1007 .2847E-02 .7431E-03    0.0007 .3289E-06 .2161E-0
  178         0.01  0.000  0.096  0.1642    0.0000 .0000E+00 .0000E+00    0.0914 .2584E-02 .6901E-03    0.0007 .3361E-06 .2184E-0
  179         0.01  0.000  0.077  0.1530    0.0000 .0000E+00 .0000E+00    0.0829 .2343E-02 .6406E-03    0.0004 .1721E-06 .1655E-0
  180         0.00  0.000  0.076  0.1403    0.0000 .0000E+00 .0000E+00    0.0751 .2124E-02 .5944E-03    0.0007 .3434E-06 .2214E-0
  181         0.00  0.000  0.025  0.1362    0.0000 .0000E+00 .0000E+00    0.0681 .1924E-02 .5514E-03    0.0007 .3471E-06 .2225E-0
  182         0.60  0.000  0.087  0.2216    0.0000 .0000E+00 .0000E+00    0.0616 .1743E-02 .5113E-03    0.0007 .3497E-06 .2789E-0
  183         0.00  0.000  0.223  0.1844    0.0000 .0000E+00 .0000E+00    0.0558 .1577E-02 .4739E-03    0.0007 .3529E-06 .2238E-0
  184         0.00  0.000  0.256  0.1417    0.0000 .0000E+00 .0000E+00    0.0505 .1427E-02 .4391E-03    0.0007 .3532E-06 .2239E-0
  185         0.00  0.000  0.035  0.1360    0.0000 .0000E+00 .0000E+00    0.0456 .1290E-02 .4067E-03    0.0007 .3526E-06 .2237E-0
  186         0.00  0.000  0.006  0.1350    0.0000 .0000E+00 .0000E+00    0.0412 .1165E-02 .3764E-03    0.0007 .3512E-06 .2233E-0
  187         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0372 .1052E-02 .3483E-03    0.0007 .3492E-06 .2227E-0
  188         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0336 .9496E-03 .3221E-03    0.0007 .3466E-06 .2218E-0
  189         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0303 .8563E-03 .2978E-03    0.0007 .3435E-06 .2208E-0
  190         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0273 .7717E-03 .2751E-03    0.0004 .1713E-06 .1651E-0
  191         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0246 .6950E-03 .2541E-03    0.0007 .3361E-06 .2187E-0
  192         0.35  0.000  0.064  0.1826    0.0000 .0000E+00 .0000E+00    0.0221 .6254E-03 .2345E-03    0.0007 .3307E-06 .2713E-0
  193         0.00  0.000  0.086  0.1682    0.0000 .0000E+00 .0000E+00    0.0199 .5624E-03 .2163E-03    0.0007 .3270E-06 .2155E-0
  194         0.04  0.000  0.113  0.1562    0.0000 .0000E+00 .0000E+00    0.0179 .5054E-03 .1994E-03    0.0007 .3221E-06 .2138E-0
  195         0.03  0.000  0.101  0.1443    0.0000 .0000E+00 .0000E+00    0.0160 .4538E-03 .1837E-03    0.0007 .3171E-06 .2122E-0
  196         0.00  0.000  0.040  0.1377    0.0000 .0000E+00 .0000E+00    0.0144 .4071E-03 .1692E-03    0.0007 .3118E-06 .2104E-0
  197         0.00  0.000  0.010  0.1359    0.0000 .0000E+00 .0000E+00    0.0129 .3649E-03 .1557E-03    0.0003 .1544E-06 .1567E-0
  198         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0116 .3268E-03 .1431E-03    0.0007 .3019E-06 .2586E-0
  199         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0103 .2924E-03 .1315E-03    0.0007 .2955E-06 .2048E-0
  200         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0092 .2614E-03 .1208E-03    0.0007 .2899E-06 .2029E-0
  201         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0083 .2335E-03 .1108E-03    0.0007 .2842E-06 .2009E-0
  202         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0074 .2083E-03 .1016E-03    0.0007 .2786E-06 .1989E-0
  203         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0066 .1857E-03 .9312E-04    0.0007 .2730E-06 .1969E-0
  204         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0058 .1653E-03 .8525E-04    0.0003 .1337E-06 .1464E-0
  205         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0052 .1470E-03 .7798E-04    0.0006 .2630E-06 .1933E-0
  206         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0046 .1306E-03 .7126E-04    0.0006 .2566E-06 .2387E-0
  207         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0041 .1158E-03 .6506E-04    0.0006 .2509E-06 .1887E-0
  208         0.45  0.000  0.052  0.2013    0.0000 .0000E+00 .0000E+00    0.0036 .1026E-03 .5935E-04    0.0006 .2455E-06 .1867E-0
  209         0.22  0.000  0.112  0.2194    0.0000 .0000E+00 .0000E+00    0.0032 .9082E-04 .5408E-04    0.0006 .2402E-06 .1847E-0
  210         0.00  0.000  0.100  0.2028    0.0000 .0000E+00 .0000E+00    0.0028 .8025E-04 .4923E-04    0.0006 .2350E-06 .1827E-0
  211         0.00  0.000  0.109  0.1847    0.0000 .0000E+00 .0000E+00    0.0025 .7082E-04 .4476E-04    0.0006 .2298E-06 .1806E-0
  212         0.00  0.000  0.116  0.1653    0.0000 .0000E+00 .0000E+00    0.0022 .6240E-04 .4066E-04    0.0006 .2248E-06 .1787E-0
  213         0.00  0.000  0.130  0.1436    0.0000 .0000E+00 .0000E+00    0.0019 .5489E-04 .3689E-04    0.0006 .2198E-06 .1767E-0
  214         0.00  0.000  0.045  0.1362    0.0000 .0000E+00 .0000E+00    0.0017 .4821E-04 .3342E-04    0.0003 .1082E-06 .1313E-0
  215         0.00  0.000  0.007  0.1350    0.0000 .0000E+00 .0000E+00    0.0015 .4227E-04 .3025E-04    0.0006 .2113E-06 .1733E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0013 .3700E-04 .2733E-04    0.0006 .2066E-06 .1713E-0
  217         0.13  0.000  0.051  0.1481    0.0000 .0000E+00 .0000E+00    0.0011 .3232E-04 .2467E-04    0.0006 .2020E-06 .1694E-0
  218         0.00  0.000  0.046  0.1405    0.0000 .0000E+00 .0000E+00    0.0010 .2818E-04 .2224E-04    0.0006 .1970E-06 .2091E-0
  219         0.00  0.000  0.023  0.1366    0.0000 .0000E+00 .0000E+00    0.0009 .2452E-04 .2006E-04    0.0005 .1922E-06 .1652E-0
  220         0.00  0.000  0.007  0.1354    0.0000 .0000E+00 .0000E+00    0.0008 .2129E-04 .1794E-04    0.0005 .1880E-06 .1634E-0
  221         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0007 .1844E-04 .1610E-04    0.0005 .1838E-06 .1616E-0
  222         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0006 .1594E-04 .1441E-04    0.0005 .1798E-06 .1598E-0
  223         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0005 .1374E-04 .1287E-04    0.0005 .1758E-06 .1580E-0
  224         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0004 .1182E-04 .1148E-04    0.0005 .1720E-06 .1563E-0
  225         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0004 .1013E-04 .1021E-04    0.0005 .1682E-06 .1546E-0
  226         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0003 .8662E-05 .9068E-05    0.0005 .1646E-06 .1529E-0
  227         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0003 .7382E-05 .8031E-05    0.0005 .1610E-06 .1512E-0
  228         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0002 .6270E-05 .7095E-05    0.0002 .7877E-07 .1124E-0
  229         0.05  0.000  0.025  0.1392    0.0000 .0000E+00 .0000E+00    0.0002 .5307E-05 .6251E-05    0.0005 .1550E-06 .1852E-0
  230         0.26  0.000  0.076  0.1699    0.0000 .0000E+00 .0000E+00    0.0002 .4475E-05 .5492E-05    0.0005 .1509E-06 .1464E-0
  231         0.21  0.000  0.083  0.1910    0.0000 .0000E+00 .0000E+00    0.0001 .3758E-05 .4811E-05    0.0005 .1477E-06 .1448E-0
  232         0.00  0.000  0.160  0.1643    0.0000 .0000E+00 .0000E+00    0.0001 .3143E-05 .4200E-05    0.0002 .7228E-07 .1076E-0
  233         1.30  0.099  0.095  0.3486    0.0000 .0000E+00 .0000E+00    0.0001 .2616E-05 .3655E-05    0.0005 .1423E-06 .1422E-0
  234         0.00  0.000  0.223  0.3078    0.9877 .0000E+00 .2208E-01    0.0220 .6207E-03 .2150E-03    0.0004 .1149E-06 .1249E-0



  235         0.00  0.000  0.189  0.2714    1.4313 .0000E+00 .2970E-01    0.0846 .2392E-02 .6473E-03    0.0003 .6074E-07 .8641E-0
  236         0.34  0.000  0.173  0.2944    1.2235 .0000E+00 .2924E-01    0.1534 .4337E-02 .1023E-02    0.0002 .2025E-07 .5715E-0
  237         0.00  0.000  0.243  0.2492    1.0167 .0000E+00 .2878E-01    0.2150 .6079E-02 .1324E-02    0.0000 .5769E-09 .9137E-0
  238         0.00  0.000  0.204  0.2105    0.8390 .0000E+00 .2839E-01    0.2702 .7640E-02 .1577E-02    0.0000 .0000E+00 .0000E+0
  239         0.00  0.000  0.217  0.1696    0.5601 .0000E+00 .2777E-01    0.3194 .9032E-02 .1793E-02    0.0000 .0000E+00 .0000E+0
  240         0.00  0.000  0.196  0.1358    0.0683 .0000E+00 .6779E-02    0.3427 .9689E-02 .1892E-02    0.0000 .0000E+00 .0000E+0
  241         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.3234 .9145E-02 .1810E-02    0.0000 .0000E+00 .0000E+0
  242         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2949 .8339E-02 .1687E-02    0.0000 .0000E+00 .0000E+0
  243         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2689 .7602E-02 .1572E-02    0.0000 .0000E+00 .0000E+0
  244         0.12  0.000  0.049  0.1468    0.0000 .0000E+00 .0000E+00    0.2450 .6927E-02 .1464E-02    0.0000 .4833E-09 .8384E-0
  245         0.00  0.000  0.048  0.1388    0.0000 .0000E+00 .0000E+00    0.2232 .6310E-02 .1363E-02    0.0001 .2777E-08 .1996E-0
  246         0.00  0.000  0.017  0.1359    0.0000 .0000E+00 .0000E+00    0.2032 .5746E-02 .1269E-02    0.0001 .6567E-08 .3064E-0
  247         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.1850 .5231E-02 .1181E-02    0.0001 .1148E-07 .4047E-0
  248         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1683 .4759E-02 .1099E-02    0.0002 .1720E-07 .4951E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1531 .4329E-02 .1023E-02    0.0002 .2348E-07 .5782E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1392 .3935E-02 .9510E-03    0.0002 .3008E-07 .6543E-0
  251         0.20  0.000  0.053  0.1596    0.0000 .0000E+00 .0000E+00    0.1265 .3576E-02 .8841E-03    0.0002 .3684E-07 .7240E-0
  252         0.00  0.000  0.038  0.1532    0.0000 .0000E+00 .0000E+00    0.1149 .3249E-02 .8216E-03    0.0003 .4361E-07 .7876E-0
  253         0.00  0.000  0.057  0.1437    0.0000 .0000E+00 .0000E+00    0.1043 .2950E-02 .7634E-03    0.0003 .5027E-07 .8456E-0
  254         0.00  0.000  0.048  0.1358    0.0000 .0000E+00 .0000E+00    0.0947 .2677E-02 .7090E-03    0.0003 .5675E-07 .8983E-0
  255         0.32  0.000  0.047  0.1812    0.0000 .0000E+00 .0000E+00    0.0859 .2428E-02 .6582E-03    0.0003 .6296E-07 .9461E-0
  256         1.87  0.386  0.076  0.4158    0.0000 .0000E+00 .0000E+00    0.0779 .2202E-02 .6109E-03    0.0003 .6886E-07 .9894E-0
  257         0.00  0.000  0.158  0.3839    2.9118 .0000E+00 .3297E-01    0.1033 .2921E-02 .7544E-03    0.0003 .4997E-07 .8430E-0
  258         0.00  0.000  0.207  0.3438    3.2674 .0000E+00 .3376E-01    0.1802 .5095E-02 .1157E-02    0.0001 .1387E-07 .4447E-0
  259         0.00  0.000  0.213  0.3028    2.8264 .0000E+00 .3278E-01    0.2507 .7089E-02 .1490E-02    0.0000 .1072E-08 .1245E-0
  260         0.32  0.000  0.148  0.3261    2.3934 .0000E+00 .3182E-01    0.3127 .8842E-02 .1764E-02    0.0000 .0000E+00 .0000E+0
  261         0.00  0.000  0.176  0.2916    1.9674 .0000E+00 .3088E-01    0.3670 .1038E-01 .1994E-02    0.0000 .0000E+00 .0000E+0
  262         0.18  0.000  0.121  0.2963    1.7538 .0000E+00 .3041E-01    0.4147 .1172E-01 .2190E-02    0.0000 .0000E+00 .0000E+0
  263         0.00  0.000  0.176  0.2620    1.5617 .0000E+00 .2998E-01    0.4572 .1293E-01 .2360E-02    0.0000 .0000E+00 .0000E+0
  264         0.00  0.000  0.103  0.2400    1.3600 .0000E+00 .2954E-01    0.4950 .1400E-01 .2508E-02    0.0000 .0000E+00 .0000E+0
  265         0.00  0.000  0.149  0.2104    1.0663 .0000E+00 .2889E-01    0.5282 .1494E-01 .2636E-02    0.0000 .0000E+00 .0000E+0
  266         1.17  0.070  0.113  0.3701    0.8450 .0000E+00 .2840E-01    0.5572 .1576E-01 .2747E-02    0.0000 .0000E+00 .0000E+0
  267         0.97  0.143  0.110  0.4841    2.8746 .0000E+00 .3289E-01    0.5874 .1661E-01 .2860E-02    0.0000 .0000E+00 .0000E+0
  268         0.40  0.129  0.130  0.5010    5.7914 .0000E+00 .3934E-01    0.6288 .1778E-01 .3014E-02    0.0000 .0000E+00 .0000E+0
  269         0.85  0.831  0.133  0.4755    5.7438 .0000E+00 .3923E-01    0.6769 .1914E-01 .3190E-02    0.0000 .0000E+00 .0000E+0
  270         0.00  0.000  0.148  0.4446    5.0438 .0000E+00 .3768E-01    0.7194 .2034E-01 .3343E-02    0.0000 .0000E+00 .0000E+0
  271         0.00  0.000  0.134  0.4162    4.4472 .0000E+00 .3636E-01    0.7545 .2133E-01 .3468E-02    0.0000 .0000E+00 .0000E+0
  272         0.28  0.000  0.108  0.4389    3.9912 .0000E+00 .3536E-01    0.7836 .2216E-01 .3570E-02    0.0000 .0000E+00 .0000E+0
  273         0.00  0.000  0.114  0.4140    4.2166 .0000E+00 .3585E-01    0.8092 .2288E-01 .3660E-02    0.0000 .0000E+00 .0000E+0
  274         0.00  0.000  0.125  0.3874    3.7917 .0000E+00 .3492E-01    0.8325 .2354E-01 .3741E-02    0.0000 .0000E+00 .0000E+0
  275         0.00  0.000  0.111  0.3632    3.4515 .0000E+00 .3416E-01    0.8516 .2408E-01 .3807E-02    0.0000 .0000E+00 .0000E+0
  276         0.00  0.000  0.078  0.3446    3.1463 .0000E+00 .3349E-01    0.8673 .2452E-01 .3861E-02    0.0000 .0000E+00 .0000E+0
  277         0.00  0.000  0.086  0.3247    2.8926 .0000E+00 .3293E-01    0.8800 .2488E-01 .3905E-02    0.0000 .0000E+00 .0000E+0
  278         0.00  0.000  0.094  0.3036    2.6684 .0000E+00 .3243E-01    0.8903 .2517E-01 .3940E-02    0.0000 .0000E+00 .0000E+0
  279         1.07  0.071  0.096  0.4488    2.4601 .0000E+00 .3197E-01    0.8985 .2541E-01 .3968E-02    0.0000 .0000E+00 .0000E+0
  280         0.00  0.000  0.080  0.4296    4.3485 .0000E+00 .3615E-01    0.9094 .2571E-01 .4005E-02    0.0000 .0000E+00 .0000E+0
  281         0.00  0.000  0.074  0.4113    4.0355 .0000E+00 .3545E-01    0.9255 .2617E-01 .4059E-02    0.0000 .0000E+00 .0000E+0
  282         0.00  0.000  0.099  0.3890    3.7313 .0000E+00 .3478E-01    0.9384 .2653E-01 .4103E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.083  0.3696    3.4318 .0000E+00 .3412E-01    0.9485 .2682E-01 .4137E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.082  0.3504    3.1513 .0000E+00 .3350E-01    0.9561 .2704E-01 .4163E-02    0.0000 .0000E+00 .0000E+0
  285         0.00  0.000  0.079  0.3318    2.8965 .0000E+00 .3294E-01    0.9616 .2719E-01 .4181E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.066  0.3153    2.6848 .0000E+00 .3247E-01    0.9652 .2729E-01 .4193E-02    0.0000 .0000E+00 .0000E+0
  287         0.00  0.000  0.088  0.2953    2.4749 .0000E+00 .3200E-01    0.9673 .2735E-01 .4200E-02    0.0000 .0000E+00 .0000E+0
  288         0.00  0.000  0.089  0.2753    2.1446 .0000E+00 .3127E-01    0.9677 .2736E-01 .4202E-02    0.0000 .0000E+00 .0000E+0
  289         0.00  0.000  0.068  0.2588    1.8472 .0000E+00 .3062E-01    0.9663 .2732E-01 .4197E-02    0.0000 .0000E+00 .0000E+0
  290         0.00  0.000  0.069  0.2423    1.6790 .0000E+00 .3024E-01    0.9636 .2725E-01 .4188E-02    0.0000 .0000E+00 .0000E+0
  291         0.02  0.000  0.052  0.2320    1.4675 .0000E+00 .2978E-01    0.9600 .2715E-01 .4176E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.044  0.2199    1.1679 .0000E+00 .2911E-01    0.9554 .2701E-01 .4160E-02    0.0000 .0000E+00 .0000E+0
  293         0.00  0.000  0.058  0.2054    0.9126 .0000E+00 .2855E-01    0.9494 .2685E-01 .4140E-02    0.0000 .0000E+00 .0000E+0
  294         0.00  0.000  0.060  0.1908    0.7728 .0000E+00 .2824E-01    0.9428 .2666E-01 .4118E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.057  0.1765    0.6019 .0000E+00 .2786E-01    0.9358 .2646E-01 .4094E-02    0.0000 .0000E+00 .0000E+0
  296         0.00  0.000  0.052  0.1633    0.3240 .0000E+00 .2725E-01    0.9282 .2624E-01 .4069E-02    0.0000 .1413E-10 .3157E-0
  297         0.00  0.000  0.050  0.1537    0.0251 .0000E+00 .6685E-02    0.8998 .2544E-01 .3972E-02    0.0001 .2820E-08 .2102E-0
  298         0.00  0.000  0.062  0.1434    0.0000 .0000E+00 .0000E+00    0.8340 .2358E-01 .3746E-02    0.0001 .1631E-07 .5056E-0
  299         0.00  0.000  0.051  0.1350    0.0000 .0000E+00 .0000E+00    0.7628 .2157E-01 .3497E-02    0.0003 .4574E-07 .8362E-0
  300         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6976 .1972E-01 .3264E-02    0.0004 .8753E-07 .1145E-0
  301         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6377 .1803E-01 .3047E-02    0.0004 .1370E-06 .1424E-0
  302         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5829 .1648E-01 .2843E-02    0.0005 .1910E-06 .1674E-0
  303         0.29  0.000  0.033  0.1779    0.0000 .0000E+00 .0000E+00    0.5326 .1506E-01 .2653E-02    0.0006 .2471E-06 .1899E-0
  304         0.00  0.000  0.029  0.1731    0.0000 .0000E+00 .0000E+00    0.4865 .1376E-01 .2475E-02    0.0007 .3030E-06 .2098E-0
  305         0.00  0.000  0.032  0.1677    0.0000 .0000E+00 .0000E+00    0.4443 .1256E-01 .2308E-02    0.0007 .3574E-06 .2275E-0
  306         0.00  0.000  0.030  0.1627    0.0000 .0000E+00 .0000E+00    0.4056 .1147E-01 .2153E-02    0.0008 .4091E-06 .3047E-0
  307         0.03  0.000  0.040  0.1610    0.0000 .0000E+00 .0000E+00    0.3701 .1047E-01 .2007E-02    0.0009 .4754E-06 .2599E-0
  308         0.00  0.000  0.027  0.1566    0.0000 .0000E+00 .0000E+00    0.3377 .9548E-02 .1871E-02    0.0009 .5182E-06 .2713E-0
  309         0.34  0.000  0.041  0.2064    0.0000 .0000E+00 .0000E+00    0.3080 .8708E-02 .1744E-02    0.0009 .5566E-06 .2812E-0
  310         0.00  0.000  0.053  0.1976    0.0000 .0000E+00 .0000E+00    0.2808 .7939E-02 .1625E-02    0.0010 .5903E-06 .2895E-0
  311         0.94  0.034  0.059  0.3388    0.0000 .0000E+00 .0000E+00    0.2559 .7236E-02 .1514E-02    0.0010 .6195E-06 .2966E-0
  312         0.17  0.000  0.058  0.3527    1.1291 .0000E+00 .2903E-01    0.2620 .7408E-02 .1541E-02    0.0010 .5911E-06 .2897E-0
  313         0.00  0.000  0.052  0.3391    1.5008 .0000E+00 .2985E-01    0.3150 .8908E-02 .1774E-02    0.0009 .4873E-06 .2631E-0
  314         0.11  0.000  0.059  0.3427    1.5295 .0000E+00 .2991E-01    0.3650 .1032E-01 .1986E-02    0.0008 .4056E-06 .2401E-0
  315         0.00  0.000  0.056  0.3283    1.4464 .0000E+00 .2973E-01    0.4106 .1161E-01 .2173E-02    0.0004 .1712E-06 .1655E-0
  316         0.14  0.000  0.065  0.3360    1.3071 .0000E+00 .2942E-01    0.4518 .1277E-01 .2338E-02    0.0007 .3118E-06 .2085E-0
  317         0.00  0.000  0.065  0.3204    1.1490 .0000E+00 .2907E-01    0.4887 .1382E-01 .2483E-02    0.0007 .2710E-06 .2425E-0
  318         0.00  0.000  0.071  0.3037    0.9606 .0000E+00 .2866E-01    0.5215 .1475E-01 .2610E-02    0.0006 .2290E-06 .1806E-0
  319         0.00  0.000  0.048  0.2910    0.9132 .0000E+00 .2855E-01    0.5508 .1557E-01 .2722E-02    0.0006 .2078E-06 .1721E-0
  320         0.00  0.000  0.046  0.2785    0.7803 .0000E+00 .2826E-01    0.5772 .1632E-01 .2822E-02    0.0005 .1918E-06 .1654E-0
  321         0.00  0.000  0.046  0.2662    0.6438 .0000E+00 .2796E-01    0.6006 .1698E-01 .2910E-02    0.0005 .1801E-06 .1603E-0
  322         0.00  0.000  0.041  0.2548    0.5090 .0000E+00 .2766E-01    0.6213 .1757E-01 .2986E-02    0.0003 .8607E-07 .1172E-0
  323         0.00  0.000  0.045  0.2427    0.3758 .0000E+00 .2736E-01    0.6395 .1808E-01 .3053E-02    0.0005 .1702E-06 .1550E-0
  324         0.84  0.012  0.054  0.3672    0.2437 .0000E+00 .2707E-01    0.6554 .1853E-01 .3112E-02    0.0005 .1669E-06 .1536E-0
  325         0.00  0.000  0.054  0.3530    1.9324 .0000E+00 .3080E-01    0.6732 .1904E-01 .3177E-02    0.0005 .1640E-06 .1522E-0
  326         0.68  0.014  0.056  0.4493    2.6703 .0000E+00 .3244E-01    0.6972 .1971E-01 .3263E-02    0.0005 .1599E-06 .1870E-0
  327         0.00  0.000  0.047  0.4355    4.3969 .0000E+00 .3625E-01    0.7256 .2052E-01 .3365E-02    0.0005 .1455E-06 .1442E-0
  328  *      0.01  0.000  0.043  0.4241    4.1761 .0000E+00 .3577E-01    0.7574 .2141E-01 .3478E-02    0.0005 .1357E-06 .1393E-0
  329  *      0.00  0.000  0.035  0.4124    3.9303 .0000E+00 .3522E-01    0.7851 .2220E-01 .3576E-02    0.0004 .1301E-06 .1365E-0
  330  *      0.00  0.000  0.035  0.4009    3.7138 .0000E+00 .3474E-01    0.8092 .2288E-01 .3660E-02    0.0002 .6402E-07 .1009E-0



  331  *      0.55  0.000  0.031  0.3984    3.5217 .0000E+00 .3432E-01    0.8302 .2347E-01 .3733E-02    0.0005 .1304E-06 .1357E-0
  332  *      0.04  0.000  0.023  0.3960    3.3690 .0000E+00 .3398E-01    0.8484 .2399E-01 .3796E-02    0.0005 .1328E-06 .1372E-0
  333  *      0.02  0.000  0.030  0.3937    3.2360 .0000E+00 .3369E-01    0.8642 .2444E-01 .3850E-02    0.0005 .1376E-06 .1397E-0
  334         0.00  0.000  0.038  0.3933    3.0989 .0000E+00 .3338E-01    0.8780 .2482E-01 .3898E-02    0.0005 .1465E-06 .1801E-0
  335         0.11  0.002  0.000  0.4718    3.7855 .0000E+00 .3490E-01    0.8916 .2521E-01 .3944E-02    0.0005 .1532E-06 .1481E-0
  336         0.00  0.000  0.049  0.4574    5.0837 .0000E+00 .3777E-01    0.9094 .2571E-01 .4005E-02    0.0002 .7706E-07 .1123E-0
  337         0.00  0.000  0.043  0.4440    4.7575 .0000E+00 .3705E-01    0.9297 .2629E-01 .4074E-02    0.0005 .1640E-06 .1525E-0
  338         0.00  0.000  0.045  0.4303    4.4698 .0000E+00 .3641E-01    0.9465 .2676E-01 .4130E-02    0.0005 .1708E-06 .1558E-0
  339         0.00  0.000  0.049  0.4163    4.1782 .0000E+00 .3577E-01    0.9602 .2715E-01 .4177E-02    0.0005 .1807E-06 .1603E-0
  340         0.00  0.000  0.055  0.4013    3.9022 .0000E+00 .3516E-01    0.9712 .2746E-01 .4213E-02    0.0005 .1933E-06 .1660E-0
  341         0.00  0.000  0.042  0.3887    3.6660 .0000E+00 .3464E-01    0.9797 .2770E-01 .4242E-02    0.0006 .2086E-06 .1725E-0
  342         0.00  0.000  0.048  0.3750    3.4411 .0000E+00 .3414E-01    0.9862 .2789E-01 .4264E-02    0.0006 .2263E-06 .2260E-0
  343         0.00  0.000  0.052  0.3608    3.2104 .0000E+00 .3363E-01    0.9909 .2802E-01 .4279E-02    0.0006 .2508E-06 .1894E-0
  344         0.04  0.000  0.052  0.3533    2.9853 .0000E+00 .3313E-01    0.9939 .2810E-01 .4289E-02    0.0006 .2734E-06 .1978E-0
  345  *      0.05  0.000  0.041  0.3493    2.8060 .0000E+00 .3274E-01    0.9954 .2815E-01 .4294E-02    0.0003 .1489E-06 .1540E-0
  346         0.00  0.000  0.039  0.3374    2.6878 .0000E+00 .3247E-01    0.9959 .2816E-01 .4296E-02    0.0007 .3173E-06 .2130E-0
  347         0.05  0.000  0.051  0.3319    2.5650 .0000E+00 .3220E-01    0.9957 .2815E-01 .4295E-02    0.0007 .3438E-06 .2784E-0
  348  *      0.00  0.000  0.029  0.3217    2.3933 .0000E+00 .3182E-01    0.9947 .2813E-01 .4292E-02    0.0008 .3786E-06 .2325E-0
  349  *      0.48  0.000  0.030  0.3198    2.2528 .0000E+00 .3151E-01    0.9928 .2807E-01 .4286E-02    0.0008 .4076E-06 .2412E-0
  350  *      0.66  0.000  0.033  0.3178    2.0935 .0000E+00 .3116E-01    0.9903 .2800E-01 .4277E-02    0.0008 .4373E-06 .2499E-0
  351  *      0.00  0.000  0.029  0.3160    1.9528 .0000E+00 .3085E-01    0.9871 .2791E-01 .4267E-02    0.0008 .4677E-06 .2584E-0
  352  *      0.80  0.000  0.000  0.3142    1.8235 .0000E+00 .3056E-01    0.9833 .2780E-01 .4254E-02    0.0009 .4985E-06 .2667E-0
  353  *      0.25  0.000  0.032  0.3124    1.6832 .0000E+00 .3025E-01    0.9791 .2769E-01 .4240E-02    0.0009 .5295E-06 .2748E-0
  354  *      0.15  0.000  0.031  0.3107    1.5443 .0000E+00 .2995E-01    0.9745 .2755E-01 .4224E-02    0.0009 .5606E-06 .2828E-0
  355  *      0.00  0.000  0.032  0.3090    1.4068 .0000E+00 .2964E-01    0.9694 .2741E-01 .4207E-02    0.0010 .5917E-06 .2905E-0
  356  *      0.00  0.000  0.028  0.3074    1.2707 .0000E+00 .2934E-01    0.9640 .2726E-01 .4189E-02    0.0010 .6225E-06 .2979E-0
  357  *      0.00  0.000  0.035  0.3059    1.1360 .0000E+00 .2904E-01    0.9582 .2709E-01 .4170E-02    0.0010 .6531E-06 .3051E-0
  358  *      0.00  0.000  0.032  0.3044    0.9777 .0000E+00 .2869E-01    0.9521 .2692E-01 .4149E-02    0.0010 .6832E-06 .3120E-0
  359  *      0.00  0.000  0.028  0.3029    0.8717 .0000E+00 .2846E-01    0.9456 .2674E-01 .4128E-02    0.0010 .7127E-06 .3186E-0
  360  *      0.00  0.000  0.034  0.3015    0.7571 .0000E+00 .2821E-01    0.9391 .2655E-01 .4106E-02    0.0011 .7414E-06 .3250E-0
  361         0.00  0.000  0.021  0.3258    0.6411 .0000E+00 .2795E-01    0.9325 .2637E-01 .4083E-02    0.0011 .7691E-06 .3309E-0
  362         0.00  0.000  0.021  0.3466    0.5770 .0000E+00 .2781E-01    0.9258 .2618E-01 .4061E-02    0.0011 .7956E-06 .3366E-0
  363         0.00  0.000  0.000  0.4076    2.2126 .0000E+00 .3142E-01    0.9231 .2610E-01 .4051E-02    0.0011 .8149E-06 .3406E-0
  364         0.00  0.001  0.000  0.4767    4.0740 .0000E+00 .3554E-01    0.9305 .2631E-01 .4076E-02    0.0011 .8174E-06 .3412E-0
  365         0.00  0.007  0.017  0.5010    5.5671 .0000E+00 .3884E-01    0.9472 .2678E-01 .4133E-02    0.0011 .8061E-06 .3388E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   13
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.73    2.71    5.04    1.72    3.08    3.16
                                  1.69    2.29    6.68    1.38    3.87    2.59
 
 RUNOFF                           0.154   1.061   2.410   0.000   0.137   0.111
                                  0.000   0.099   1.559   0.071   0.060   0.010
 
 EVAPOTRANSPIRATION               1.156   0.673   2.432   2.096   1.991   3.874
                                  1.515   2.200   2.880   2.014   1.378   0.996
 
 PERCOLATION/LEAKAGE THROUGH      0.7152  0.0000  0.6284  0.1086  0.2018  0.2215
   LAYER  2                       0.0000  0.1727  0.5662  0.7409  0.7131  1.0011
 
 LATERAL DRAINAGE COLLECTED       0.6196  0.1531  0.2903  0.3227  0.1639  0.1874
   FROM LAYER  3                  0.0169  0.0653  0.2982  0.7576  0.4730  0.8436
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1019  0.0327  0.0514  0.0590  0.0358  0.0397
   LAYER  4                       0.0061  0.0139  0.0555  0.1191  0.0815  0.1297
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1095  0.1173  0.0530  0.0684  0.0663  0.0493
   LAYER  7                       0.0645  0.0357  0.0093  0.0098  0.0590  0.0767
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.404   0.000   1.910   0.116   0.331   0.232
   TOP OF LAYER  2                0.000   0.198   1.735   1.810   1.551   2.606
 
 STD. DEVIATION OF DAILY          1.335   0.000   1.865   0.322   0.698   0.532
   HEAD ON TOP OF LAYER  2        0.000   0.423   1.942   1.472   1.471   1.404
 
 AVERAGE DAILY HEAD ON            0.707   0.193   0.331   0.380   0.187   0.221
   TOP OF LAYER  4                0.019   0.074   0.352   0.864   0.558   0.962
 
 STD. DEVIATION OF DAILY          0.129   0.142   0.317   0.261   0.112   0.109
   HEAD ON TOP OF LAYER  4        0.017   0.124   0.243   0.136   0.201   0.029
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.001   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.001   0.001
 



 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   13
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           35.94         326155.531    100.00
 
   RUNOFF                                   5.671         51465.309     15.78
 
   EVAPOTRANSPIRATION                      23.203        210570.031     64.56
 
   PERC./LEAKAGE THROUGH LAYER  2           5.069380      46004.621     14.11
 
   AVG. HEAD ON TOP OF LAYER  2             0.9911
 
   DRAINAGE COLLECTED FROM LAYER  3         4.1916        38039.191     11.66
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.726285       6591.035      2.02
 
   AVG. HEAD ON TOP OF LAYER  4             0.4041
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.235      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.718703       6522.230      2.00
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  2.155         19557.639      6.00
 
   SOIL WATER AT START OF YEAR            284.010       2577390.250
 
   SOIL WATER AT END OF YEAR              285.909       2594621.750
 
   SNOW WATER AT START OF YEAR              0.078           710.952      0.22
 
   SNOW WATER AT END OF YEAR                0.335          3037.224      0.93
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.120      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   14
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.282  0.013  0.5010    6.0000 .0000E+00 .3980E-01    0.9688 .2739E-01 .4205E-02    0.0011 .7893E-06 .3353E-0
    2         0.23  0.223  0.053  0.4868    5.8538 .0000E+00 .3947E-01    0.9898 .2799E-01 .4276E-02    0.0011 .7761E-06 .3325E-0
    3         0.00  0.000  0.045  0.4729    5.4792 .0000E+00 .3865E-01    1.0078 .2849E-01 .4336E-02    0.0011 .7699E-06 .3312E-0
    4  *      0.00  0.000  0.041  0.4598    5.1200 .0000E+00 .3785E-01    1.0221 .2890E-01 .4383E-02    0.0011 .7709E-06 .3314E-0
    5  *      0.00  0.000  0.038  0.4473    4.8164 .0000E+00 .3718E-01    1.0333 .2922E-01 .4420E-02    0.0011 .7776E-06 .3329E-0
    6  *      0.00  0.000  0.037  0.4351    4.5454 .0000E+00 .3658E-01    1.0420 .2946E-01 .4449E-02    0.0011 .7890E-06 .3353E-0
    7  *      0.00  0.000  0.040  0.4225    4.2765 .0000E+00 .3599E-01    1.0483 .2964E-01 .4470E-02    0.0006 .4020E-06 .2534E-0
    8  *  *   0.00  0.000  0.000  0.4174    1.7211 .0000E+00 .3034E-01    1.0476 .2962E-01 .4468E-02    0.0011 .8234E-06 .3425E-0
    9  *  *   0.43  0.000  0.031  0.4127    0.8111 .0000E+00 .2833E-01    1.0358 .2929E-01 .4429E-02    0.0012 .8595E-06 .3504E-0
   10     *   0.00  0.000  0.043  0.4080    0.6811 .0000E+00 .2804E-01    1.0215 .2888E-01 .4381E-02    0.0012 .9030E-06 .3592E-0
   11  *  *   0.00  0.000  0.035  0.4034    0.5524 .0000E+00 .2775E-01    1.0076 .2849E-01 .4335E-02    0.0012 .9455E-06 .3675E-0
   12  *  *   0.00  0.000  0.035  0.3988    0.4250 .0000E+00 .2747E-01    0.9941 .2811E-01 .4290E-02    0.0012 .9851E-06 .3750E-0
   13  *  *   0.00  0.000  0.032  0.3943    0.2989 .0000E+00 .2719E-01    0.9810 .2774E-01 .4246E-02    0.0013 .1022E-05 .3819E-0
   14  *  *   0.09  0.000  0.035  0.3898    0.1740 .0000E+00 .2692E-01    0.9683 .2738E-01 .4204E-02    0.0013 .1057E-05 .4857E-0
   15  *  *   0.76  0.000  0.030  0.3863    0.0505 .0000E+00 .2097E-01    0.9502 .2687E-01 .4143E-02    0.0013 .1107E-05 .3968E-0
   16  *  *   0.00  0.000  0.033  0.3863    0.0000 .0000E+00 .0000E+00    0.9032 .2554E-01 .3984E-02    0.0014 .1199E-05 .4128E-0
   17  *  *   0.00  0.000  0.041  0.3863    0.0000 .0000E+00 .0000E+00    0.8264 .2337E-01 .3719E-02    0.0007 .6727E-06 .3282E-0
   18  *  *   0.11  0.000  0.000  0.3863    0.0000 .0000E+00 .0000E+00    0.7558 .2137E-01 .3472E-02    0.0015 .1423E-05 .4526E-0
   19  *  *   0.25  0.000  0.033  0.3863    0.0000 .0000E+00 .0000E+00    0.6912 .1954E-01 .3241E-02    0.0015 .1532E-05 .5881E-0



   20  *  *   0.04  0.000  0.031  0.3863    0.0000 .0000E+00 .0000E+00    0.6319 .1787E-01 .3025E-02    0.0008 .8454E-06 .3665E-0
   21  *  *   0.21  0.000  0.029  0.3863    0.0000 .0000E+00 .0000E+00    0.5775 .1633E-01 .2823E-02    0.0016 .1713E-05 .4955E-0
   22  *  *   0.15  0.000  0.029  0.3863    0.0000 .0000E+00 .0000E+00    0.5276 .1492E-01 .2634E-02    0.0017 .1774E-05 .5040E-0
   23  *  *   0.00  0.000  0.029  0.3863    0.0000 .0000E+00 .0000E+00    0.4820 .1363E-01 .2457E-02    0.0017 .1820E-05 .5101E-0
   24  *  *   0.00  0.000  0.025  0.3863    0.0000 .0000E+00 .0000E+00    0.4401 .1244E-01 .2292E-02    0.0017 .1839E-05 .6418E-0
   25  *  *   0.01  0.000  0.000  0.3863    0.0000 .0000E+00 .0000E+00    0.4018 .1136E-01 .2137E-02    0.0017 .1886E-05 .5169E-0
   26  *  *   0.27  0.000  0.030  0.3863    0.0000 .0000E+00 .0000E+00    0.3667 .1037E-01 .1993E-02    0.0009 .9441E-06 .3894E-0
   27  *  *   0.00  0.000  0.030  0.3863    0.0000 .0000E+00 .0000E+00    0.3345 .9458E-02 .1858E-02    0.0017 .1871E-05 .5167E-0
   28  *  *   0.00  0.000  0.027  0.3863    0.0000 .0000E+00 .0000E+00    0.3051 .8626E-02 .1731E-02    0.0017 .1859E-05 .5149E-0
   29  *  *   0.00  0.000  0.025  0.3863    0.0000 .0000E+00 .0000E+00    0.2781 .7864E-02 .1613E-02    0.0017 .1827E-05 .6386E-0
   30  *  *   0.00  0.000  0.027  0.3863    0.0000 .0000E+00 .0000E+00    0.2535 .7167E-02 .1503E-02    0.0017 .1818E-05 .5075E-0
   31  *  *   0.00  0.000  0.038  0.3863    0.0000 .0000E+00 .0000E+00    0.2309 .6530E-02 .1399E-02    0.0017 .1785E-05 .5029E-0
   32     *   0.15  0.025  0.000  0.4083    0.0000 .0000E+00 .0000E+00    0.2103 .5947E-02 .1303E-02    0.0016 .1749E-05 .4978E-0
   33  *  *   0.00  0.000  0.038  0.4083    0.0000 .0000E+00 .0000E+00    0.1915 .5414E-02 .1213E-02    0.0016 .1710E-05 .4922E-0
   34  *  *   0.00  0.000  0.035  0.4083    0.0000 .0000E+00 .0000E+00    0.1742 .4927E-02 .1129E-02    0.0016 .1668E-05 .4862E-0
   35  *  *   0.00  0.000  0.036  0.4083    0.0000 .0000E+00 .0000E+00    0.1585 .4482E-02 .1050E-02    0.0016 .1625E-05 .4798E-0
   36     *   0.00  0.000  0.042  0.4083    0.0000 .0000E+00 .0000E+00    0.1441 .4075E-02 .9766E-03    0.0016 .1580E-05 .4732E-0
   37     *   0.48  0.512  0.000  0.4400    0.0000 .0000E+00 .0000E+00    0.1310 .3704E-02 .9080E-03    0.0015 .1535E-05 .4664E-0
   38  *  *   0.61  0.000  0.037  0.4400    0.0000 .0000E+00 .0000E+00    0.1190 .3365E-02 .8440E-03    0.0015 .1489E-05 .4594E-0
   39     *   0.00  0.272  0.001  0.4529    0.0000 .0000E+00 .0000E+00    0.1081 .3056E-02 .7842E-03    0.0008 .7321E-06 .3404E-0
   40     *   0.00  0.950  0.000  0.4620    0.0000 .0000E+00 .0000E+00    0.0981 .2774E-02 .7284E-03    0.0015 .1405E-05 .4469E-0
   41     *   0.00  0.464  0.022  0.4627    0.0000 .0000E+00 .0000E+00    0.0890 .2517E-02 .6764E-03    0.0015 .1360E-05 .5480E-0
   42     *   0.03  0.016  0.004  0.4643    0.0000 .0000E+00 .0000E+00    0.0807 .2282E-02 .6278E-03    0.0014 .1309E-05 .4306E-0
   43     *   0.00  0.000  0.000  0.4643    0.0000 .0000E+00 .0000E+00    0.0732 .2068E-02 .5826E-03    0.0014 .1265E-05 .4234E-0
   44     *   0.00  0.000  0.000  0.4643    0.0000 .0000E+00 .0000E+00    0.0663 .1874E-02 .5403E-03    0.0014 .1222E-05 .4162E-0
   45     *   0.08  0.066  0.004  0.4653    0.0023 .0000E+00 .4524E-02    0.0645 .1824E-02 .5293E-03    0.0013 .1165E-05 .4063E-0
   46     *   0.31  0.296  0.004  0.4652    0.0057 .0000E+00 .9965E-02    0.0755 .2136E-02 .5967E-03    0.0013 .1069E-05 .3893E-0
   47  *  *   0.00  0.000  0.000  0.4648    0.0029 .0000E+00 .2488E-02    0.0869 .2457E-02 .6642E-03    0.0006 .4909E-06 .2807E-0
   48  *  *   0.02  0.000  0.020  0.4648    0.0000 .0000E+00 .0000E+00    0.0828 .2340E-02 .6400E-03    0.0012 .9549E-06 .3683E-0
   49     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0750 .2122E-02 .5939E-03    0.0012 .9296E-06 .3636E-0
   50  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0680 .1922E-02 .5509E-03    0.0012 .9086E-06 .3595E-0
   51  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0616 .1741E-02 .5109E-03    0.0012 .8871E-06 .3552E-0
   52  *  *   0.09  0.000  0.046  0.4648    0.0000 .0000E+00 .0000E+00    0.0557 .1575E-02 .4735E-03    0.0012 .8652E-06 .3507E-0
   53  *  *   0.00  0.000  0.044  0.4648    0.0000 .0000E+00 .0000E+00    0.0504 .1425E-02 .4387E-03    0.0011 .8431E-06 .3462E-0
   54     *   0.23  0.216  0.004  0.4648    0.0058 .0000E+00 .1004E-01    0.0555 .1570E-02 .4718E-03    0.0011 .8019E-06 .3368E-0
   55     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0663 .1876E-02 .5407E-03    0.0011 .7421E-06 .3236E-0
   56     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0601 .1698E-02 .5013E-03    0.0010 .7108E-06 .3967E-0
   57     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0544 .1537E-02 .4646E-03    0.0010 .6966E-06 .3143E-0
   58     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0492 .1390E-02 .4304E-03    0.0010 .6827E-06 .3112E-0
   59     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0444 .1256E-02 .3986E-03    0.0010 .6684E-06 .3079E-0
   60     *   0.08  0.067  0.004  0.4648    0.0053 .0000E+00 .9120E-02    0.0492 .1391E-02 .4302E-03    0.0005 .3173E-06 .2245E-0
   61  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0591 .1671E-02 .4951E-03    0.0010 .5934E-06 .2893E-0
   62     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0535 .1512E-02 .4588E-03    0.0009 .5704E-06 .2849E-0
   63     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0483 .1367E-02 .4250E-03    0.0009 .5626E-06 .2829E-0
   64  *  *   1.30  0.000  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.0437 .1236E-02 .3936E-03    0.0009 .5540E-06 .2808E-0
   65     *   0.00  0.802  0.000  0.4654    0.0049 .0000E+00 .1091E-01    0.0503 .1422E-02 .4373E-03    0.0009 .5275E-06 .2730E-0
   66     *   0.00  0.421  0.021  0.4648    0.0042 .0000E+00 .3637E-02    0.0666 .1882E-02 .5422E-03    0.0009 .4786E-06 .2593E-0
   67         0.02  0.000  0.092  0.4482    3.6812 .0000E+00 .2804E-01    0.0939 .2656E-02 .7022E-03    0.0008 .4146E-06 .2405E-0
   68         0.61  0.167  0.088  0.5010    5.2222 .0000E+00 .3808E-01    0.1680 .4751E-02 .1096E-02    0.0007 .3078E-06 .2522E-0
   69         0.44  0.423  0.078  0.4842    5.8564 .0000E+00 .3948E-01    0.2532 .7160E-02 .1500E-02    0.0005 .1630E-06 .1523E-0
   70         0.15  0.006  0.081  0.4882    5.5657 .0000E+00 .3884E-01    0.3327 .9408E-02 .1850E-02    0.0004 .9780E-07 .1180E-0
   71         0.00  0.000  0.110  0.4634    5.3924 .0000E+00 .3845E-01    0.4041 .1143E-01 .2146E-02    0.0003 .5721E-07 .9037E-0
   72         0.11  0.000  0.104  0.4582    4.8687 .0000E+00 .3730E-01    0.4677 .1322E-01 .2401E-02    0.0002 .3238E-07 .6809E-0
   73         0.15  0.000  0.122  0.4567    4.6912 .0000E+00 .3690E-01    0.5237 .1481E-01 .2619E-02    0.0002 .1771E-07 .5047E-0
   74         0.00  0.000  0.103  0.4335    4.5368 .0000E+00 .3656E-01    0.5740 .1623E-01 .2810E-02    0.0001 .9121E-08 .3633E-0
   75         0.00  0.000  0.100  0.4109    4.1195 .0000E+00 .3564E-01    0.6187 .1749E-01 .2977E-02    0.0000 .1942E-08 .1849E-0
   76         0.73  0.065  0.088  0.5010    4.4559 .0000E+00 .3638E-01    0.6589 .1863E-01 .3124E-02    0.0001 .3029E-08 .1909E-0
   77         0.49  0.375  0.075  0.5010    6.0000 .0000E+00 .3980E-01    0.7004 .1980E-01 .3275E-02    0.0000 .1154E-08 .1103E-0
   78         0.00  0.000  0.116  0.4752    5.7402 .0000E+00 .3922E-01    0.7434 .2102E-01 .3428E-02    0.0000 .2503E-09 .3708E-0
   79         0.00  0.000  0.124  0.4482    5.0699 .0000E+00 .3774E-01    0.7804 .2206E-01 .3559E-02    0.0000 .3571E-10 .1127E-0
   80         0.00  0.000  0.140  0.4188    4.5136 .0000E+00 .3651E-01    0.8107 .2292E-01 .3665E-02    0.0000 .0000E+00 .0000E+0
   81         0.00  0.000  0.137  0.3900    3.9826 .0000E+00 .3534E-01    0.8354 .2362E-01 .3751E-02    0.0000 .0000E+00 .0000E+0
   82         0.00  0.000  0.117  0.3648    3.5969 .0000E+00 .3448E-01    0.8552 .2418E-01 .3820E-02    0.0000 .0000E+00 .0000E+0
   83  *      0.23  0.000  0.042  0.3625    3.3289 .0000E+00 .3389E-01    0.8715 .2464E-01 .3876E-02    0.0000 .2400E-10 .1964E-0
   84         0.00  0.000  0.087  0.3601    3.1733 .0000E+00 .3355E-01    0.8852 .2503E-01 .3922E-02    0.0000 .3442E-09 .7034E-0
   85         0.44  0.000  0.038  0.4319    3.1725 .0000E+00 .3355E-01    0.8971 .2537E-01 .3963E-02    0.0000 .1207E-08 .1791E-0
   86         0.00  0.000  0.120  0.4059    3.9759 .0000E+00 .3532E-01    0.9099 .2573E-01 .4007E-02    0.0001 .2989E-08 .2113E-0
   87  *      0.00  0.000  0.091  0.3850    3.6970 .0000E+00 .3471E-01    0.9238 .2612E-01 .4054E-02    0.0000 .1991E-08 .1939E-0
   88         0.00  0.000  0.108  0.3614    3.3915 .0000E+00 .3403E-01    0.9350 .2644E-01 .4091E-02    0.0001 .7399E-08 .3264E-0
   89  *      0.47  0.000  0.046  0.3591    3.1340 .0000E+00 .3346E-01    0.9435 .2668E-01 .4120E-02    0.0001 .1143E-07 .4062E-0
   90         0.00  0.000  0.054  0.4119    2.9804 .0000E+00 .3312E-01    0.9501 .2686E-01 .4143E-02    0.0002 .1688E-07 .4938E-0
   91         0.13  0.000  0.097  0.4117    3.5517 .0000E+00 .3438E-01    0.9569 .2706E-01 .4165E-02    0.0002 .2359E-07 .5831E-0
   92         0.22  0.000  0.085  0.4284    3.5692 .0000E+00 .3442E-01    0.9651 .2729E-01 .4193E-02    0.0002 .3113E-07 .6687E-0
   93         0.00  0.000  0.137  0.3998    3.7902 .0000E+00 .3491E-01    0.9733 .2752E-01 .4220E-02    0.0002 .3959E-07 .7539E-0
   94         0.00  0.000  0.149  0.3694    3.4175 .0000E+00 .3409E-01    0.9807 .2773E-01 .4245E-02    0.0003 .4932E-07 .8413E-0
   95         0.00  0.000  0.172  0.3352    3.0316 .0000E+00 .3323E-01    0.9854 .2786E-01 .4261E-02    0.0003 .6099E-07 .9363E-0
   96         0.00  0.000  0.163  0.3027    2.7194 .0000E+00 .3254E-01    0.9876 .2792E-01 .4268E-02    0.0003 .7504E-07 .1039E-0
   97         0.02  0.000  0.125  0.2798    2.3066 .0000E+00 .3163E-01    0.9876 .2792E-01 .4268E-02    0.0004 .9154E-07 .1148E-0
   98         0.00  0.000  0.143  0.2509    1.8764 .0000E+00 .3068E-01    0.9852 .2786E-01 .4260E-02    0.0004 .1107E-06 .1262E-0
   99         0.00  0.000  0.136  0.2232    1.4924 .0000E+00 .2983E-01    0.9806 .2773E-01 .4245E-02    0.0005 .1326E-06 .1382E-0
  100         0.00  0.000  0.134  0.1961    0.9585 .0000E+00 .2865E-01    0.9739 .2754E-01 .4222E-02    0.0005 .1574E-06 .1505E-0
  101         0.53  0.000  0.144  0.2558    0.7610 .0000E+00 .2821E-01    0.9653 .2730E-01 .4194E-02    0.0005 .1848E-06 .1630E-0
  102         0.08  0.000  0.124  0.2438    0.5307 .0000E+00 .2771E-01    0.9563 .2704E-01 .4163E-02    0.0006 .2142E-06 .2209E-0
  103         0.00  0.000  0.219  0.2027    0.3016 .0000E+00 .2720E-01    0.9467 .2677E-01 .4131E-02    0.0006 .2539E-06 .1906E-0
  104         0.00  0.000  0.163  0.1716    0.0919 .0000E+00 .2348E-01    0.9334 .2639E-01 .4086E-02    0.0007 .2894E-06 .2034E-0
  105         0.00  0.000  0.178  0.1419    0.0000 .0000E+00 .0000E+00    0.8918 .2522E-01 .3945E-02    0.0007 .3542E-06 .2249E-0
  106         0.00  0.000  0.042  0.1350    0.0000 .0000E+00 .0000E+00    0.8159 .2307E-01 .3683E-02    0.0008 .4620E-06 .2566E-0
  107         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7462 .2110E-01 .3438E-02    0.0005 .2842E-06 .2131E-0
  108         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6824 .1929E-01 .3209E-02    0.0010 .6330E-06 .3029E-0
  109         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6238 .1764E-01 .2995E-02    0.0011 .7297E-06 .3247E-0
  110         0.05  0.000  0.007  0.1422    0.0000 .0000E+00 .0000E+00    0.5701 .1612E-01 .2795E-02    0.0011 .8184E-06 .3435E-0
  111         0.00  0.000  0.018  0.1392    0.0000 .0000E+00 .0000E+00    0.5209 .1473E-01 .2608E-02    0.0012 .8980E-06 .3594E-0
  112         0.65  0.000  0.029  0.2426    0.0000 .0000E+00 .0000E+00    0.4758 .1345E-01 .2433E-02    0.0012 .9679E-06 .3729E-0
  113         0.00  0.000  0.192  0.2106    0.0000 .0000E+00 .0000E+00    0.4344 .1228E-01 .2269E-02    0.0013 .1028E-05 .3840E-0
  114         0.00  0.000  0.036  0.2047    0.0000 .0000E+00 .0000E+00    0.3966 .1121E-01 .2116E-02    0.0013 .1079E-05 .3931E-0
  115         0.00  0.000  0.034  0.1991    0.0000 .0000E+00 .0000E+00    0.3619 .1023E-01 .1973E-02    0.0013 .1120E-05 .4004E-0



  116         0.00  0.000  0.032  0.1938    0.0000 .0000E+00 .0000E+00    0.3301 .9334E-02 .1839E-02    0.0013 .1152E-05 .4060E-0
  117         0.00  0.000  0.030  0.1887    0.0000 .0000E+00 .0000E+00    0.3011 .8513E-02 .1714E-02    0.0013 .1177E-05 .4101E-0
  118         0.00  0.000  0.029  0.1838    0.0000 .0000E+00 .0000E+00    0.2745 .7761E-02 .1597E-02    0.0014 .1194E-05 .4129E-0
  119         0.00  0.000  0.028  0.1791    0.0000 .0000E+00 .0000E+00    0.2501 .7072E-02 .1487E-02    0.0014 .1204E-05 .4146E-0
  120         0.00  0.000  0.027  0.1745    0.0000 .0000E+00 .0000E+00    0.2279 .6443E-02 .1385E-02    0.0014 .1208E-05 .4152E-0
  121         0.00  0.000  0.027  0.1700    0.0000 .0000E+00 .0000E+00    0.2075 .5867E-02 .1290E-02    0.0014 .1207E-05 .4150E-0
  122         0.00  0.000  0.026  0.1657    0.0000 .0000E+00 .0000E+00    0.1889 .5341E-02 .1200E-02    0.0014 .1202E-05 .4139E-0
  123         0.00  0.000  0.026  0.1614    0.0000 .0000E+00 .0000E+00    0.1719 .4860E-02 .1117E-02    0.0014 .1192E-05 .4122E-0
  124         0.00  0.000  0.025  0.1572    0.0000 .0000E+00 .0000E+00    0.1564 .4421E-02 .1039E-02    0.0013 .1172E-05 .5113E-0
  125         0.02  0.000  0.028  0.1558    0.0000 .0000E+00 .0000E+00    0.1422 .4020E-02 .9665E-03    0.0007 .5896E-06 .3057E-0
  126         0.00  0.000  0.024  0.1518    0.0000 .0000E+00 .0000E+00    0.1292 .3653E-02 .8986E-03    0.0013 .1145E-05 .4038E-0
  127         0.00  0.000  0.024  0.1478    0.0000 .0000E+00 .0000E+00    0.1174 .3319E-02 .8352E-03    0.0013 .1125E-05 .4001E-0
  128         0.00  0.000  0.025  0.1437    0.0000 .0000E+00 .0000E+00    0.1066 .3014E-02 .7760E-03    0.0013 .1103E-05 .3961E-0
  129         0.00  0.000  0.021  0.1401    0.0000 .0000E+00 .0000E+00    0.0967 .2735E-02 .7208E-03    0.0013 .1079E-05 .3919E-0
  130         0.66  0.000  0.027  0.2457    0.0000 .0000E+00 .0000E+00    0.0878 .2482E-02 .6692E-03    0.0013 .1048E-05 .4831E-0
  131         0.05  0.000  0.150  0.2290    0.0000 .0000E+00 .0000E+00    0.0796 .2250E-02 .6212E-03    0.0013 .1027E-05 .3815E-0
  132         0.00  0.000  0.023  0.2251    0.0000 .0000E+00 .0000E+00    0.0721 .2039E-02 .5763E-03    0.0006 .5003E-06 .2834E-0
  133         0.01  0.000  0.026  0.2225    0.0000 .0000E+00 .0000E+00    0.0653 .1847E-02 .5345E-03    0.0012 .9781E-06 .3729E-0
  134         0.00  0.000  0.023  0.2186    0.0000 .0000E+00 .0000E+00    0.0592 .1673E-02 .4956E-03    0.0012 .9519E-06 .3679E-0
  135         0.18  0.000  0.026  0.2443    0.0000 .0000E+00 .0000E+00    0.0535 .1513E-02 .4593E-03    0.0012 .9258E-06 .3628E-0
  136         0.00  0.000  0.202  0.2107    0.0000 .0000E+00 .0000E+00    0.0484 .1369E-02 .4254E-03    0.0012 .8997E-06 .3576E-0
  137         0.00  0.000  0.025  0.2065    0.0000 .0000E+00 .0000E+00    0.0437 .1237E-02 .3939E-03    0.0012 .8739E-06 .3524E-0
  138         0.15  0.000  0.029  0.2267    0.0000 .0000E+00 .0000E+00    0.0395 .1117E-02 .3646E-03    0.0011 .8484E-06 .3472E-0
  139         0.25  0.000  0.031  0.2633    0.0000 .0000E+00 .0000E+00    0.0357 .1009E-02 .3373E-03    0.0011 .8232E-06 .3420E-0
  140         0.72  0.018  0.241  0.3389    0.1348 .0000E+00 .6931E-02    0.0391 .1104E-02 .3610E-03    0.0011 .7801E-06 .4152E-0
  141         0.08  0.000  0.185  0.3165    1.2039 .0000E+00 .2919E-01    0.0753 .2130E-02 .5918E-03    0.0010 .6388E-06 .3010E-0
  142         2.77  1.454  0.176  0.5010    2.7700 .0000E+00 .3266E-01    0.1475 .4172E-02 .9924E-03    0.0008 .4620E-06 .2561E-0
  143         0.00  0.000  0.236  0.4552    5.5410 .0000E+00 .3878E-01    0.2251 .6364E-02 .1371E-02    0.0007 .3266E-06 .2154E-0
  144         0.00  0.000  0.215  0.4132    4.5211 .0000E+00 .3653E-01    0.3036 .8584E-02 .1724E-02    0.0003 .1127E-06 .1343E-0
  145         0.00  0.000  0.248  0.3660    3.8124 .0000E+00 .3496E-01    0.3702 .1047E-01 .2007E-02    0.0005 .1842E-06 .1581E-0
  146         0.00  0.000  0.221  0.3235    3.1308 .0000E+00 .3345E-01    0.4272 .1208E-01 .2240E-02    0.0005 .1339E-06 .1350E-0
  147         0.00  0.000  0.223  0.2811    2.4899 .0000E+00 .3204E-01    0.4756 .1345E-01 .2432E-02    0.0004 .1006E-06 .1173E-0
  148         1.85  0.366  0.260  0.4800    2.1426 .0000E+00 .3127E-01    0.5169 .1462E-01 .2593E-02    0.0004 .7852E-07 .1038E-0
  149         1.13  0.746  0.219  0.5010    5.8259 .0000E+00 .3941E-01    0.5616 .1588E-01 .2763E-02    0.0003 .6093E-07 .9114E-0
  150         0.00  0.000  0.227  0.4568    5.5570 .0000E+00 .3882E-01    0.6150 .1739E-01 .2963E-02    0.0003 .4403E-07 .7681E-0
  151         0.89  0.366  0.220  0.5010    5.4122 .0000E+00 .3850E-01    0.6628 .1874E-01 .3138E-02    0.0002 .3100E-07 .6448E-0
  152         0.01  0.006  0.180  0.4652    5.6408 .0000E+00 .3900E-01    0.7065 .1998E-01 .3297E-02    0.0002 .2243E-07 .5485E-0
  153         0.16  0.000  0.306  0.4347    4.7229 .0000E+00 .3697E-01    0.7455 .2108E-01 .3436E-02    0.0002 .1697E-07 .4781E-0
  154         0.02  0.000  0.195  0.3997    3.9736 .0000E+00 .3532E-01    0.7763 .2195E-01 .3545E-02    0.0002 .1489E-07 .5581E-0
  155         0.00  0.000  0.195  0.3613    3.7417 .0000E+00 .3480E-01    0.8013 .2266E-01 .3632E-02    0.0001 .1286E-07 .4327E-0
  156         0.00  0.000  0.290  0.3074    3.0886 .0000E+00 .3336E-01    0.8221 .2324E-01 .3705E-02    0.0001 .1389E-07 .4496E-0
  157         0.00  0.000  0.305  0.2514    2.2061 .0000E+00 .3141E-01    0.8368 .2366E-01 .3756E-02    0.0002 .1654E-07 .4903E-0
  158         0.00  0.000  0.241  0.2063    1.3629 .0000E+00 .2955E-01    0.8454 .2390E-01 .3785E-02    0.0002 .2116E-07 .5540E-0
  159         0.00  0.000  0.125  0.1808    0.7866 .0000E+00 .2827E-01    0.8489 .2400E-01 .3798E-02    0.0002 .2788E-07 .6352E-0
  160         0.00  0.000  0.104  0.1598    0.3518 .0000E+00 .2196E-01    0.8439 .2386E-01 .3780E-02    0.0002 .3845E-07 .7449E-0
  161         0.00  0.000  0.087  0.1453    0.0000 .0000E+00 .0000E+00    0.8073 .2283E-01 .3653E-02    0.0003 .6399E-07 .9590E-0
  162         0.00  0.000  0.062  0.1350    0.0000 .0000E+00 .0000E+00    0.7383 .2088E-01 .3410E-02    0.0004 .1137E-06 .1276E-0
  163         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6751 .1909E-01 .3183E-02    0.0005 .1707E-06 .1561E-0
  164         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6171 .1745E-01 .2971E-02    0.0006 .2316E-06 .1817E-0
  165         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5640 .1595E-01 .2772E-02    0.0007 .2938E-06 .2046E-0
  166         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5153 .1457E-01 .2586E-02    0.0007 .3551E-06 .2248E-0
  167         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4706 .1331E-01 .2413E-02    0.0008 .4141E-06 .2427E-0
  168         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4297 .1215E-01 .2250E-02    0.0004 .2353E-06 .1939E-0
  169         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3923 .1109E-01 .2098E-02    0.0009 .5011E-06 .3365E-0
  170         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3579 .1012E-01 .1956E-02    0.0009 .5672E-06 .2838E-0
  171         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3265 .9232E-02 .1824E-02    0.0010 .6085E-06 .2940E-0
  172         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.2978 .8419E-02 .1699E-02    0.0010 .6447E-06 .3026E-0
  173         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2714 .7675E-02 .1583E-02    0.0010 .6759E-06 .3097E-0
  174         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2474 .6994E-02 .1475E-02    0.0010 .7020E-06 .3157E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2253 .6372E-02 .1373E-02    0.0011 .7235E-06 .3204E-0
  176         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2052 .5802E-02 .1279E-02    0.0011 .7406E-06 .3242E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1868 .5282E-02 .1190E-02    0.0011 .7536E-06 .3270E-0
  178         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1700 .4806E-02 .1108E-02    0.0011 .7628E-06 .3290E-0
  179         0.38  0.000  0.039  0.1918    0.0000 .0000E+00 .0000E+00    0.1546 .4371E-02 .1030E-02    0.0011 .7686E-06 .3302E-0
  180         0.00  0.000  0.052  0.1832    0.0000 .0000E+00 .0000E+00    0.1406 .3974E-02 .9581E-03    0.0011 .7712E-06 .3308E-0
  181         0.00  0.000  0.071  0.1713    0.0000 .0000E+00 .0000E+00    0.1277 .3612E-02 .8908E-03    0.0005 .3855E-06 .2487E-0
  182         0.00  0.000  0.076  0.1585    0.0000 .0000E+00 .0000E+00    0.1160 .3281E-02 .8279E-03    0.0011 .7656E-06 .3303E-0
  183         0.48  0.000  0.060  0.2285    0.0000 .0000E+00 .0000E+00    0.1054 .2979E-02 .7692E-03    0.0011 .7577E-06 .4111E-0
  184         0.11  0.000  0.061  0.2366    0.0000 .0000E+00 .0000E+00    0.0956 .2704E-02 .7144E-03    0.0011 .7573E-06 .3277E-0
  185         0.00  0.000  0.084  0.2226    0.0000 .0000E+00 .0000E+00    0.0867 .2453E-02 .6633E-03    0.0005 .3785E-06 .2451E-0
  186         0.00  0.000  0.089  0.2077    0.0000 .0000E+00 .0000E+00    0.0787 .2224E-02 .6156E-03    0.0011 .7391E-06 .3244E-0
  187         0.00  0.000  0.082  0.1941    0.0000 .0000E+00 .0000E+00    0.0713 .2016E-02 .5712E-03    0.0011 .7287E-06 .4018E-0
  188         0.00  0.000  0.082  0.1804    0.0000 .0000E+00 .0000E+00    0.0646 .1826E-02 .5297E-03    0.0011 .7167E-06 .3188E-0
  189         0.00  0.000  0.111  0.1619    0.0000 .0000E+00 .0000E+00    0.0585 .1653E-02 .4911E-03    0.0005 .3520E-06 .2376E-0
  190         0.00  0.000  0.117  0.1424    0.0000 .0000E+00 .0000E+00    0.0529 .1495E-02 .4551E-03    0.0010 .6884E-06 .3914E-0
  191         0.02  0.000  0.058  0.1361    0.0000 .0000E+00 .0000E+00    0.0478 .1352E-02 .4216E-03    0.0010 .6768E-06 .3098E-0
  192         0.00  0.000  0.004  0.1353    0.0000 .0000E+00 .0000E+00    0.0432 .1222E-02 .3903E-03    0.0010 .6625E-06 .3066E-0
  193         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0390 .1104E-02 .3612E-03    0.0010 .6479E-06 .3032E-0
  194         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0352 .9964E-03 .3341E-03    0.0010 .6331E-06 .2997E-0
  195         0.38  0.000  0.046  0.1906    0.0000 .0000E+00 .0000E+00    0.0318 .8988E-03 .3090E-03    0.0010 .6182E-06 .2961E-0
  196         0.39  0.000  0.125  0.2347    0.0000 .0000E+00 .0000E+00    0.0287 .8103E-03 .2855E-03    0.0010 .6032E-06 .2925E-0
  197         0.13  0.000  0.155  0.2305    0.0000 .0000E+00 .0000E+00    0.0258 .7300E-03 .2637E-03    0.0010 .5883E-06 .2889E-0
  198         0.00  0.000  0.272  0.1852    0.0000 .0000E+00 .0000E+00    0.0232 .6571E-03 .2435E-03    0.0009 .5735E-06 .2852E-0
  199         0.04  0.000  0.258  0.1488    0.0000 .0000E+00 .0000E+00    0.0209 .5912E-03 .2246E-03    0.0009 .5587E-06 .2815E-0
  200         0.12  0.000  0.124  0.1480    0.0000 .0000E+00 .0000E+00    0.0188 .5314E-03 .2071E-03    0.0009 .5441E-06 .2779E-0
  201         0.03  0.000  0.072  0.1410    0.0000 .0000E+00 .0000E+00    0.0169 .4773E-03 .1909E-03    0.0005 .2649E-06 .2061E-0
  202         0.08  0.000  0.042  0.1473    0.0000 .0000E+00 .0000E+00    0.0151 .4284E-03 .1758E-03    0.0009 .5184E-06 .2714E-0
  203         0.00  0.000  0.050  0.1390    0.0000 .0000E+00 .0000E+00    0.0136 .3841E-03 .1619E-03    0.0009 .5045E-06 .3340E-0
  204         0.00  0.000  0.017  0.1360    0.0000 .0000E+00 .0000E+00    0.0122 .3442E-03 .1489E-03    0.0009 .4881E-06 .2632E-0
  205         0.00  0.000  0.005  0.1353    0.0000 .0000E+00 .0000E+00    0.0109 .3081E-03 .1369E-03    0.0009 .4748E-06 .2596E-0
  206         1.00  0.027  0.129  0.2758    0.0000 .0000E+00 .0000E+00    0.0097 .2755E-03 .1257E-03    0.0004 .2330E-06 .1924E-0
  207         0.31  0.000  0.156  0.3014    0.0000 .0000E+00 .0000E+00    0.0087 .2462E-03 .1154E-03    0.0008 .4516E-06 .2533E-0
  208         0.21  0.000  0.174  0.3075    0.0000 .0000E+00 .0000E+00    0.0078 .2198E-03 .1059E-03    0.0008 .4392E-06 .2498E-0
  209         0.00  0.000  0.263  0.2604    0.0105 .0000E+00 .1992E-01    0.0267 .7544E-03 .2622E-03    0.0008 .3928E-06 .2341E-0
  210         0.00  0.000  0.271  0.2130    0.0196 .0000E+00 .1331E-01    0.0691 .1955E-02 .5574E-03    0.0007 .3055E-06 .2535E-0
  211         0.00  0.000  0.268  0.1683    0.0000 .0000E+00 .0000E+00    0.0840 .2374E-02 .6470E-03    0.0006 .2417E-06 .1853E-0



  212         0.00  0.000  0.200  0.1350    0.0000 .0000E+00 .0000E+00    0.0761 .2152E-02 .6004E-03    0.0006 .2481E-06 .1877E-0
  213         0.29  0.000  0.078  0.1703    0.0000 .0000E+00 .0000E+00    0.0690 .1950E-02 .5570E-03    0.0006 .2535E-06 .1897E-0
  214         0.34  0.000  0.112  0.2082    0.0000 .0000E+00 .0000E+00    0.0625 .1766E-02 .5165E-03    0.0006 .2579E-06 .1914E-0
  215         0.00  0.000  0.213  0.1728    0.0000 .0000E+00 .0000E+00    0.0565 .1599E-02 .4788E-03    0.0006 .2615E-06 .1927E-0
  216         0.00  0.000  0.209  0.1380    0.0000 .0000E+00 .0000E+00    0.0511 .1446E-02 .4436E-03    0.0006 .2641E-06 .1937E-0
  217         0.00  0.000  0.014  0.1358    0.0000 .0000E+00 .0000E+00    0.0462 .1307E-02 .4109E-03    0.0006 .2660E-06 .1944E-0
  218         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.0418 .1181E-02 .3804E-03    0.0006 .2672E-06 .1948E-0
  219         1.49  0.155  0.177  0.3280    0.0000 .0000E+00 .0000E+00    0.0377 .1067E-02 .3520E-03    0.0006 .2677E-06 .1950E-0
  220         0.00  0.000  0.203  0.2907    0.5330 .0000E+00 .2108E-01    0.0550 .1554E-02 .4656E-03    0.0006 .2311E-06 .1812E-0
  221         0.00  0.000  0.230  0.2475    0.8534 .0000E+00 .2842E-01    0.1117 .3159E-02 .8024E-03    0.0005 .1497E-06 .1459E-0
  222         0.00  0.000  0.220  0.2062    0.7119 .0000E+00 .2811E-01    0.1750 .4947E-02 .1131E-02    0.0004 .8885E-07 .1124E-0
  223         0.00  0.000  0.277  0.1566    0.3365 .0000E+00 .2061E-01    0.2248 .6356E-02 .1371E-02    0.0003 .5549E-07 .8889E-0
  224         0.00  0.000  0.130  0.1350    0.0000 .0000E+00 .0000E+00    0.2378 .6724E-02 .1431E-02    0.0003 .4922E-07 .8374E-0
  225         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2166 .6125E-02 .1333E-02    0.0003 .6259E-07 .9440E-0
  226         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1972 .5576E-02 .1241E-02    0.0003 .7614E-07 .1041E-0
  227         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1795 .5075E-02 .1155E-02    0.0004 .8956E-07 .1129E-0
  228         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1633 .4617E-02 .1074E-02    0.0002 .5137E-07 .9064E-0
  229         0.84  0.007  0.126  0.2528    0.0000 .0000E+00 .0000E+00    0.1485 .4199E-02 .9992E-03    0.0004 .1104E-06 .1262E-0
  230         0.16  0.000  0.179  0.2497    0.0000 .0000E+00 .0000E+00    0.1350 .3817E-02 .9291E-03    0.0004 .1225E-06 .1328E-0
  231         0.09  0.000  0.166  0.2370    0.0000 .0000E+00 .0000E+00    0.1227 .3468E-02 .8637E-03    0.0005 .1339E-06 .1387E-0
  232         0.47  0.000  0.206  0.2809    0.0000 .0000E+00 .0000E+00    0.1114 .3150E-02 .8026E-03    0.0005 .1445E-06 .1440E-0
  233         0.62  0.007  0.159  0.3541    0.4728 .0000E+00 .1431E-01    0.1153 .3262E-02 .8238E-03    0.0005 .1440E-06 .1784E-0
  234         0.20  0.000  0.235  0.3431    1.7715 .0000E+00 .3045E-01    0.1579 .4466E-02 .1046E-02    0.0004 .1001E-06 .1193E-0
  235         0.00  0.000  0.192  0.3062    1.6155 .0000E+00 .3010E-01    0.2224 .6289E-02 .1359E-02    0.0001 .2724E-07 .6614E-0
  236         0.00  0.000  0.204  0.2672    1.4164 .0000E+00 .2966E-01    0.2804 .7928E-02 .1623E-02    0.0002 .3749E-07 .6934E-0
  237         0.00  0.000  0.233  0.2236    1.1440 .0000E+00 .2906E-01    0.3321 .9390E-02 .1847E-02    0.0002 .1818E-07 .4772E-0
  238         1.25  0.093  0.208  0.3770    0.8985 .0000E+00 .2852E-01    0.3779 .1069E-01 .2039E-02    0.0001 .7609E-08 .3019E-0
  239         0.00  0.000  0.193  0.3397    1.7634 .0000E+00 .3043E-01    0.4209 .1190E-01 .2215E-02    0.0001 .2276E-08 .1533E-0
  240         0.00  0.000  0.187  0.3034    2.0343 .0000E+00 .3103E-01    0.4640 .1312E-01 .2387E-02    0.0000 .3034E-09 .3285E-0
  241         0.00  0.000  0.144  0.2743    1.8038 .0000E+00 .3052E-01    0.5038 .1425E-01 .2542E-02    0.0000 .0000E+00 .0000E+0
  242         0.00  0.000  0.171  0.2408    1.5887 .0000E+00 .3004E-01    0.5391 .1524E-01 .2678E-02    0.0000 .0000E+00 .0000E+0
  243         0.01  0.000  0.171  0.2092    1.1632 .0000E+00 .2910E-01    0.5697 .1611E-01 .2794E-02    0.0000 .0000E+00 .0000E+0
  244         0.00  0.000  0.224  0.1672    0.6425 .0000E+00 .2795E-01    0.5951 .1683E-01 .2889E-02    0.0000 .0000E+00 .0000E+0
  245         0.03  0.000  0.214  0.1366    0.0511 .0000E+00 .0000E+00    0.5888 .1665E-01 .2865E-02    0.0000 .0000E+00 .0000E+0
  246         0.05  0.000  0.046  0.1373    0.0000 .0000E+00 .0000E+00    0.5380 .1521E-01 .2674E-02    0.0000 .0000E+00 .0000E+0
  247         0.09  0.000  0.037  0.1460    0.0000 .0000E+00 .0000E+00    0.4915 .1390E-01 .2494E-02    0.0000 .1658E-08 .1615E-0
  248         0.01  0.000  0.053  0.1389    0.0000 .0000E+00 .0000E+00    0.4488 .1269E-01 .2327E-02    0.0001 .9233E-08 .4841E-0
  249         0.00  0.000  0.018  0.1360    0.0000 .0000E+00 .0000E+00    0.4097 .1159E-01 .2170E-02    0.0002 .2654E-07 .6163E-0
  250         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.3739 .1057E-01 .2023E-02    0.0003 .4376E-07 .7905E-0
  251         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.3412 .9647E-02 .1886E-02    0.0003 .6318E-07 .9492E-0
  252         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3112 .8799E-02 .1758E-02    0.0002 .4171E-07 .8188E-0
  253         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2837 .8022E-02 .1638E-02    0.0004 .9740E-07 .1192E-0
  254         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2586 .7312E-02 .1526E-02    0.0004 .1187E-06 .1313E-0
  255         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2356 .6662E-02 .1421E-02    0.0005 .1397E-06 .1784E-0
  256         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2146 .6068E-02 .1323E-02    0.0003 .8392E-07 .1158E-0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1954 .5524E-02 .1232E-02    0.0005 .1794E-06 .2014E-0
  258         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1778 .5028E-02 .1146E-02    0.0006 .2045E-06 .1705E-0
  259         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1618 .4574E-02 .1066E-02    0.0003 .1109E-06 .1330E-0
  260         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1471 .4159E-02 .9920E-03    0.0006 .2299E-06 .1816E-0
  261         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1337 .3781E-02 .9224E-03    0.0006 .2439E-06 .1870E-0
  262         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1215 .3435E-02 .8574E-03    0.0006 .2564E-06 .1917E-0
  263         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1103 .3120E-02 .7967E-03    0.0006 .2675E-06 .1957E-0
  264         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1002 .2832E-02 .7401E-03    0.0007 .2772E-06 .1991E-0
  265         0.03  0.000  0.022  0.1363    0.0000 .0000E+00 .0000E+00    0.0909 .2570E-02 .6873E-03    0.0007 .2855E-06 .2020E-0
  266         0.00  0.000  0.005  0.1355    0.0000 .0000E+00 .0000E+00    0.0824 .2331E-02 .6380E-03    0.0007 .2925E-06 .2044E-0
  267         0.00  0.000  0.002  0.1352    0.0000 .0000E+00 .0000E+00    0.0747 .2113E-02 .5920E-03    0.0007 .2983E-06 .2064E-0
  268         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0677 .1914E-02 .5492E-03    0.0007 .3029E-06 .2079E-0
  269         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0613 .1733E-02 .5092E-03    0.0007 .3065E-06 .2091E-0
  270         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0555 .1569E-02 .4720E-03    0.0007 .3080E-06 .2622E-0
  271         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0502 .1419E-02 .4373E-03    0.0007 .3123E-06 .2106E-0
  272         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0454 .1283E-02 .4049E-03    0.0007 .3129E-06 .2108E-0
  273         0.08  0.000  0.028  0.1437    0.0000 .0000E+00 .0000E+00    0.0410 .1159E-02 .3749E-03    0.0007 .3127E-06 .2107E-0
  274         0.00  0.000  0.017  0.1409    0.0000 .0000E+00 .0000E+00    0.0370 .1046E-02 .3468E-03    0.0007 .3118E-06 .2104E-0
  275         0.00  0.000  0.022  0.1372    0.0000 .0000E+00 .0000E+00    0.0334 .9443E-03 .3208E-03    0.0007 .3104E-06 .2099E-0
  276         0.00  0.000  0.009  0.1357    0.0000 .0000E+00 .0000E+00    0.0301 .8515E-03 .2965E-03    0.0007 .3084E-06 .2093E-0
  277         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.0271 .7673E-03 .2739E-03    0.0007 .3060E-06 .2084E-0
  278         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0244 .6910E-03 .2530E-03    0.0007 .3031E-06 .2074E-0
  279         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0220 .6219E-03 .2335E-03    0.0007 .2999E-06 .2063E-0
  280         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0198 .5592E-03 .2153E-03    0.0003 .1493E-06 .1541E-0
  281         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0178 .5025E-03 .1985E-03    0.0007 .2929E-06 .2041E-0
  282         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0160 .4511E-03 .1829E-03    0.0007 .2889E-06 .2027E-0
  283         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0143 .4047E-03 .1684E-03    0.0007 .2848E-06 .2013E-0
  284         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0128 .3627E-03 .1550E-03    0.0007 .2805E-06 .1997E-0
  285         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0115 .3249E-03 .1425E-03    0.0007 .2760E-06 .2473E-0
  286         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0103 .2907E-03 .1309E-03    0.0006 .2707E-06 .1960E-0
  287         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0092 .2598E-03 .1202E-03    0.0006 .2660E-06 .1943E-0
  288         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0082 .2320E-03 .1103E-03    0.0006 .2612E-06 .1926E-0
  289         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0073 .2070E-03 .1012E-03    0.0006 .2564E-06 .1908E-0
  290         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0065 .1845E-03 .9268E-04    0.0006 .2516E-06 .1890E-0
  291         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0058 .1642E-03 .8484E-04    0.0006 .2467E-06 .1872E-0
  292         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0052 .1460E-03 .7760E-04    0.0006 .2419E-06 .1853E-0
  293         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0046 .1297E-03 .7091E-04    0.0006 .2371E-06 .1835E-0
  294         0.08  0.000  0.026  0.1440    0.0000 .0000E+00 .0000E+00    0.0041 .1151E-03 .6474E-04    0.0006 .2323E-06 .1816E-0
  295         0.00  0.000  0.007  0.1428    0.0000 .0000E+00 .0000E+00    0.0036 .1020E-03 .5905E-04    0.0006 .2276E-06 .1798E-0
  296         0.00  0.000  0.008  0.1415    0.0000 .0000E+00 .0000E+00    0.0032 .9021E-04 .5380E-04    0.0006 .2229E-06 .1779E-0
  297         0.00  0.000  0.010  0.1398    0.0000 .0000E+00 .0000E+00    0.0028 .7971E-04 .4898E-04    0.0006 .2183E-06 .1761E-0
  298         0.00  0.000  0.011  0.1380    0.0000 .0000E+00 .0000E+00    0.0025 .7033E-04 .4453E-04    0.0003 .1069E-06 .1309E-0
  299         0.13  0.000  0.036  0.1537    0.0000 .0000E+00 .0000E+00    0.0022 .6196E-04 .4044E-04    0.0006 .2102E-06 .1728E-0
  300         0.01  0.000  0.015  0.1528    0.0000 .0000E+00 .0000E+00    0.0019 .5451E-04 .3669E-04    0.0006 .2058E-06 .1710E-0
  301         0.00  0.000  0.010  0.1512    0.0000 .0000E+00 .0000E+00    0.0017 .4787E-04 .3324E-04    0.0006 .2015E-06 .1692E-0
  302         0.00  0.000  0.009  0.1496    0.0000 .0000E+00 .0000E+00    0.0015 .4197E-04 .3008E-04    0.0006 .1972E-06 .1674E-0
  303         0.00  0.000  0.009  0.1481    0.0000 .0000E+00 .0000E+00    0.0013 .3673E-04 .2718E-04    0.0005 .1930E-06 .1656E-0
  304         0.00  0.000  0.009  0.1465    0.0000 .0000E+00 .0000E+00    0.0011 .3208E-04 .2453E-04    0.0005 .1889E-06 .1638E-0
  305         0.00  0.000  0.009  0.1450    0.0000 .0000E+00 .0000E+00    0.0010 .2797E-04 .2211E-04    0.0005 .1843E-06 .2023E-0
  306         0.67  0.000  0.027  0.2522    0.0000 .0000E+00 .0000E+00    0.0009 .2435E-04 .1901E-04    0.0005 .1802E-06 .1600E-0
  307         0.00  0.000  0.012  0.2502    0.0000 .0000E+00 .0000E+00    0.0007 .2119E-04 .1788E-04    0.0003 .8860E-07 .1188E-0



  308         0.22  0.000  0.031  0.2818    0.0000 .0000E+00 .0000E+00    0.0006 .1836E-04 .1604E-04    0.0005 .1733E-06 .1569E-0
  309         0.00  0.000  0.013  0.2796    0.0000 .0000E+00 .0000E+00    0.0006 .1586E-04 .1436E-04    0.0005 .1691E-06 .1937E-0
  310  *      2.27  0.000  0.000  0.2829    0.0000 .0000E+00 .0000E+00    0.0005 .1368E-04 .1283E-04    0.0005 .1651E-06 .1531E-0
  311         0.10  0.012  0.000  0.3997    0.5849 .0000E+00 .1456E-01    0.0148 .4194E-03 .1612E-03    0.0005 .1316E-06 .1367E-0
  312         0.04  0.472  0.000  0.5010    4.4658 .0000E+00 .3641E-01    0.0727 .2056E-02 .5731E-03    0.0003 .6297E-07 .9461E-0
  313         0.01  0.537  0.000  0.4977    5.9656 .0000E+00 .3972E-01    0.1638 .4630E-02 .1074E-02    0.0001 .1400E-07 .4467E-0
  314         0.00  0.000  0.051  0.4826    5.7554 .0000E+00 .3926E-01    0.2517 .7118E-02 .1494E-02    0.0000 .5137E-10 .2789E-0
  315         0.00  0.000  0.045  0.4686    5.3676 .0000E+00 .3840E-01    0.3306 .9347E-02 .1840E-02    0.0000 .3668E-10 .1142E-0
  316         0.32  0.038  0.050  0.5010    5.4496 .0000E+00 .3858E-01    0.4015 .1135E-01 .2136E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.039  0.4879    5.8645 .0000E+00 .3950E-01    0.4677 .1323E-01 .2401E-02    0.0000 .0000E+00 .0000E+0
  318         0.00  0.000  0.040  0.4748    5.5145 .0000E+00 .3872E-01    0.5291 .1496E-01 .2639E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.044  0.4611    5.1632 .0000E+00 .3795E-01    0.5833 .1649E-01 .2845E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.035  0.4491    4.8384 .0000E+00 .3723E-01    0.6310 .1784E-01 .3022E-02    0.0000 .0000E+00 .0000E+0
  321  *      0.00  0.000  0.030  0.4380    4.5794 .0000E+00 .3666E-01    0.6730 .1903E-01 .3176E-02    0.0000 .0000E+00 .0000E+0
  322  *      0.00  0.000  0.030  0.4270    4.3314 .0000E+00 .3611E-01    0.7101 .2008E-01 .3310E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.035  0.4153    4.0805 .0000E+00 .3555E-01    0.7427 .2100E-01 .3426E-02    0.0000 .0000E+00 .0000E+0
  324         0.00  0.000  0.036  0.4034    3.8484 .0000E+00 .3504E-01    0.7711 .2180E-01 .3527E-02    0.0000 .0000E+00 .0000E+0
  325  *      0.00  0.000  0.027  0.3932    3.6384 .0000E+00 .3458E-01    0.7960 .2251E-01 .3614E-02    0.0000 .0000E+00 .0000E+0
  326  *      0.00  0.000  0.000  0.3875    3.4545 .0000E+00 .3417E-01    0.8176 .2312E-01 .3689E-02    0.0000 .0000E+00 .0000E+0
  327  *      0.00  0.000  0.032  0.3766    3.2797 .0000E+00 .3378E-01    0.8364 .2365E-01 .3754E-02    0.0000 .0000E+00 .0000E+0
  328         0.00  0.000  0.047  0.3632    3.0683 .0000E+00 .3332E-01    0.8525 .2410E-01 .3810E-02    0.0000 .0000E+00 .0000E+0
  329         0.00  0.000  0.050  0.3494    2.8640 .0000E+00 .3286E-01    0.8661 .2449E-01 .3857E-02    0.0000 .0000E+00 .0000E+0
  330         0.00  0.000  0.052  0.3353    2.6715 .0000E+00 .3244E-01    0.8775 .2481E-01 .3896E-02    0.0000 .0000E+00 .0000E+0
  331         0.00  0.000  0.047  0.3220    2.4816 .0000E+00 .3202E-01    0.8868 .2507E-01 .3928E-02    0.0000 .0000E+00 .0000E+0
  332         0.00  0.000  0.046  0.3091    2.2964 .0000E+00 .3161E-01    0.8942 .2528E-01 .3953E-02    0.0000 .0000E+00 .0000E+0
  333         0.00  0.000  0.057  0.2943    2.0989 .0000E+00 .3117E-01    0.8999 .2545E-01 .3973E-02    0.0000 .0000E+00 .0000E+0
  334         0.00  0.000  0.057  0.2797    1.9214 .0000E+00 .3078E-01    0.9041 .2556E-01 .3987E-02    0.0000 .0000E+00 .0000E+0
  335         0.00  0.000  0.054  0.2656    1.7594 .0000E+00 .3042E-01    0.9070 .2564E-01 .3997E-02    0.0000 .0000E+00 .0000E+0
  336         0.27  0.000  0.053  0.2968    1.6001 .0000E+00 .3007E-01    0.9086 .2569E-01 .4002E-02    0.0000 .0000E+00 .0000E+0
  337         1.45  0.220  0.049  0.4885    2.0516 .0000E+00 .3107E-01    0.9106 .2575E-01 .4009E-02    0.0000 .0000E+00 .0000E+0
  338         0.05  0.000  0.049  0.4822    5.6097 .0000E+00 .3894E-01    0.9218 .2607E-01 .4047E-02    0.0000 .0000E+00 .0000E+0
  339         0.38  0.180  0.048  0.5010    5.7751 .0000E+00 .3930E-01    0.9452 .2673E-01 .4126E-02    0.0000 .0000E+00 .0000E+0
  340         0.00  0.000  0.040  0.4877    5.8628 .0000E+00 .3949E-01    0.9674 .2735E-01 .4201E-02    0.0000 .0000E+00 .0000E+0
  341         0.00  0.000  0.040  0.4746    5.5101 .0000E+00 .3871E-01    0.9873 .2792E-01 .4267E-02    0.0000 .0000E+00 .0000E+0
  342         0.00  0.000  0.040  0.4616    5.1646 .0000E+00 .3795E-01    1.0035 .2837E-01 .4321E-02    0.0000 .0000E+00 .0000E+0
  343         0.21  0.000  0.054  0.4813    5.0706 .0000E+00 .3774E-01    1.0170 .2876E-01 .4366E-02    0.0000 .0000E+00 .0000E+0
  344         0.00  0.000  0.035  0.4690    5.3719 .0000E+00 .3841E-01    1.0297 .2911E-01 .4408E-02    0.0000 .0000E+00 .0000E+0
  345         0.00  0.000  0.038  0.4564    5.0465 .0000E+00 .3769E-01    1.0417 .2945E-01 .4448E-02    0.0000 .0000E+00 .0000E+0
  346         0.00  0.000  0.044  0.4429    4.7540 .0000E+00 .3704E-01    1.0509 .2972E-01 .4478E-02    0.0000 .0000E+00 .0000E+0
  347         0.00  0.000  0.035  0.4310    4.4750 .0000E+00 .3643E-01    1.0577 .2991E-01 .4501E-02    0.0000 .0000E+00 .0000E+0
  348         0.00  0.000  0.034  0.4193    4.2147 .0000E+00 .3585E-01    1.0624 .3004E-01 .4516E-02    0.0000 .0000E+00 .0000E+0
  349         0.00  0.000  0.035  0.4076    3.9658 .0000E+00 .3530E-01    1.0652 .3012E-01 .4526E-02    0.0000 .0000E+00 .0000E+0
  350  *      0.00  0.000  0.031  0.3967    3.7513 .0000E+00 .3483E-01    1.0665 .3015E-01 .4530E-02    0.0000 .0000E+00 .0000E+0
  351  *      0.00  0.000  0.029  0.3862    3.5464 .0000E+00 .3437E-01    1.0664 .3015E-01 .4529E-02    0.0000 .0000E+00 .0000E+0
  352         0.00  0.000  0.032  0.3752    3.3433 .0000E+00 .3392E-01    1.0651 .3012E-01 .4525E-02    0.0000 .0000E+00 .0000E+0
  353  *      0.22  0.000  0.029  0.3729    3.1574 .0000E+00 .3351E-01    1.0629 .3005E-01 .4518E-02    0.0000 .0000E+00 .0000E+0
  354  *      0.00  0.000  0.032  0.3706    3.0036 .0000E+00 .3317E-01    1.0598 .2997E-01 .4508E-02    0.0000 .5224E-10 .2395E-0
  355  *      0.00  0.000  0.035  0.3684    2.8513 .0000E+00 .3284E-01    1.0560 .2986E-01 .4495E-02    0.0000 .1705E-08 .1607E-0
  356  *      0.72  0.000  0.031  0.3663    2.7006 .0000E+00 .3250E-01    1.0518 .2974E-01 .4481E-02    0.0000 .3147E-08 .2183E-0
  357  *      0.08  0.000  0.030  0.3642    2.5513 .0000E+00 .3217E-01    1.0470 .2960E-01 .4465E-02    0.0001 .1177E-07 .4177E-0
  358         0.00  0.000  0.037  0.3622    2.4305 .0000E+00 .3191E-01    1.0418 .2946E-01 .4448E-02    0.0002 .2163E-07 .7254E-0
  359         0.31  0.000  0.000  0.4352    2.8189 .0000E+00 .3276E-01    1.0374 .2933E-01 .4434E-02    0.0002 .3777E-07 .7402E-0
  360         0.00  0.000  0.012  0.4682    4.4323 .0000E+00 .3633E-01    1.0383 .2936E-01 .4437E-02    0.0003 .5127E-07 .8612E-0
  361         0.00  0.019  0.011  0.5010    5.4378 .0000E+00 .3856E-01    1.0472 .2961E-01 .4466E-02    0.0003 .6321E-07 .9555E-0
  362         0.00  0.000  0.044  0.4931    5.9179 .0000E+00 .3962E-01    1.0599 .2997E-01 .4508E-02    0.0003 .7463E-07 .1038E-0
  363  *      0.26  0.000  0.031  0.4898    5.7610 .0000E+00 .3927E-01    1.0729 .3034E-01 .4551E-02    0.0004 .8700E-07 .1120E-0
  364  *      0.34  0.000  0.024  0.4866    5.6689 .0000E+00 .3907E-01    1.0841 .3065E-01 .4588E-02    0.0004 .1015E-06 .1209E-0
  365  *      0.00  0.000  0.027  0.4834    5.5799 .0000E+00 .3887E-01    1.0939 .3093E-01 .4620E-02    0.0004 .1180E-06 .1303E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   14
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.55    2.00    5.22    1.68    8.76    0.58
                                  3.30    5.76    0.29    0.22    3.63    4.29
 
 RUNOFF                           0.505   2.816   2.324   0.000   2.950   0.006
                                  0.027   0.263   0.000   0.000   1.058   0.418
 
 EVAPOTRANSPIRATION               0.933   0.338   2.329   2.674   3.458   2.262
                                  3.457   4.640   0.655   0.203   0.942   1.082
 
 PERCOLATION/LEAKAGE THROUGH      0.4825  0.0270  0.8841  0.4310  0.3925  0.2906
   LAYER  2                       0.0332  0.4114  0.0280  0.0000  0.8304  1.1081
 
 LATERAL DRAINAGE COLLECTED       0.6539  0.0734  0.4667  0.6074  0.1787  0.4283
   FROM LAYER  3                  0.0394  0.1817  0.1925  0.0099  0.4235  0.8999
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1049  0.0192  0.0781  0.0984  0.0369  0.0744
   LAYER  4                       0.0119  0.0381  0.0394  0.0040  0.0702  0.1363
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1320  0.1117  0.0315  0.0742  0.0937  0.0597



   LAYER  7                       0.0882  0.0344  0.0431  0.0584  0.0126  0.0088
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.316   0.001   3.360   0.947   1.372   0.862
   TOP OF LAYER  2                0.001   0.584   0.023   0.000   3.119   4.167
 
 STD. DEVIATION OF DAILY          2.157   0.002   2.025   1.365   2.091   1.646
   HEAD ON TOP OF LAYER  2        0.004   0.719   0.117   0.000   2.050   1.381
 
 AVERAGE DAILY HEAD ON            0.746   0.093   0.532   0.716   0.204   0.505
   TOP OF LAYER  4                0.045   0.207   0.227   0.011   0.499   1.027
 
 STD. DEVIATION OF DAILY          0.299   0.046   0.350   0.285   0.189   0.264
   HEAD ON TOP OF LAYER  4        0.032   0.156   0.173   0.010   0.357   0.055
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.001   0.000   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   14
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           38.28         347391.031    100.00
 
   RUNOFF                                  10.369         94096.312     27.09
 
   EVAPOTRANSPIRATION                      22.973        208480.922     60.01
 
   PERC./LEAKAGE THROUGH LAYER  2           4.918943      44639.410     12.85
 
   AVG. HEAD ON TOP OF LAYER  2             1.3128
 
   DRAINAGE COLLECTED FROM LAYER  3         4.1554        37709.859     10.86
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.711865       6460.174      1.86
 
   AVG. HEAD ON TOP OF LAYER  4             0.4010
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.419      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.748231       6790.197      1.95
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  0.034           312.221      0.09
 
   SOIL WATER AT START OF YEAR            285.909       2594621.750
 
   SOIL WATER AT END OF YEAR              285.818       2593801.250
 
   SNOW WATER AT START OF YEAR              0.335          3037.224      0.87
 
   SNOW WATER AT END OF YEAR                0.459          4169.763      1.20
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.087      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   15
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 



       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *      0.00  0.000  0.034  0.4802    5.4919 .0000E+00 .3867E-01    1.1023 .3117E-01 .4647E-02    0.0002 .6521E-07 .1039E-0
    2  *      0.00  0.000  0.031  0.4771    5.4048 .0000E+00 .3848E-01    1.1096 .3137E-01 .4671E-02    0.0005 .1525E-06 .1478E-0
    3  *      0.00  0.000  0.040  0.4740    5.3186 .0000E+00 .3829E-01    1.1157 .3155E-01 .4691E-02    0.0005 .1746E-06 .1995E-0
    4  *      0.04  0.000  0.000  0.4709    5.2332 .0000E+00 .3810E-01    1.1209 .3169E-01 .4708E-02    0.0006 .2046E-06 .1713E-0
    5         0.00  0.000  0.037  0.4755    5.2473 .0000E+00 .3813E-01    1.1254 .3182E-01 .4722E-02    0.0006 .2310E-06 .1820E-0
    6  *  *   0.00  0.000  0.036  0.4704    2.0257 .0000E+00 .3101E-01    1.1224 .3174E-01 .4713E-02    0.0006 .2648E-06 .1948E-0
    7     *   0.00  0.088  0.033  0.4749    0.8081 .0000E+00 .2832E-01    1.1056 .3126E-01 .4658E-02    0.0007 .3126E-06 .2115E-0
    8  *  *   0.00  0.000  0.000  0.4703    0.6780 .0000E+00 .2803E-01    1.0855 .3069E-01 .4592E-02    0.0007 .3652E-06 .2285E-0
    9  *  *   0.00  0.000  0.000  0.4656    0.5494 .0000E+00 .2775E-01    1.0663 .3015E-01 .4529E-02    0.0004 .2050E-06 .1824E-0
   10  *  *   0.00  0.000  0.000  0.4610    0.4220 .0000E+00 .2746E-01    1.0480 .2963E-01 .4469E-02    0.0008 .4545E-06 .2555E-0
   11  *  *   1.91  0.000  0.000  0.4565    0.2959 .0000E+00 .2719E-01    1.0304 .2914E-01 .4411E-02    0.0009 .5062E-06 .2695E-0
   12  *  *   0.00  0.000  0.029  0.4520    0.1711 .0000E+00 .2691E-01    1.0136 .2866E-01 .4355E-02    0.0009 .5566E-06 .2825E-0
   13  *  *   0.00  0.000  0.024  0.4486    0.0476 .0000E+00 .2033E-01    0.9912 .2803E-01 .4280E-02    0.0010 .6107E-06 .2960E-0
   14  *  *   0.03  0.000  0.000  0.4486    0.0000 .0000E+00 .0000E+00    0.9398 .2657E-01 .4108E-02    0.0010 .6924E-06 .3162E-0
   15  *  *   0.99  0.000  0.000  0.4486    0.0000 .0000E+00 .0000E+00    0.8599 .2431E-01 .3835E-02    0.0011 .8171E-06 .4323E-0
   16  *  *   0.00  0.000  0.032  0.4486    0.0000 .0000E+00 .0000E+00    0.7866 .2224E-01 .3581E-02    0.0012 .1001E-05 .3773E-0
   17  *  *   0.10  0.000  0.000  0.4486    0.0000 .0000E+00 .0000E+00    0.7194 .2034E-01 .3343E-02    0.0013 .1121E-05 .3991E-0
   18     *   0.00  0.000  0.042  0.4486    0.0000 .0000E+00 .0000E+00    0.6578 .1860E-01 .3120E-02    0.0014 .1227E-05 .4175E-0
   19     *   0.17  0.246  0.000  0.4618    0.0000 .0000E+00 .0000E+00    0.6012 .1700E-01 .2912E-02    0.0014 .1319E-05 .4327E-0
   20  *  *   0.00  0.001  0.039  0.4618    0.0000 .0000E+00 .0000E+00    0.5494 .1553E-01 .2717E-02    0.0015 .1396E-05 .4450E-0
   21     *   1.53  3.676  0.000  0.4656    0.0045 .0000E+00 .6643E-02    0.5085 .1438E-01 .2560E-02    0.0015 .1443E-05 .4524E-0
   22     *   0.12  0.167  0.000  0.4654    0.0071 .0000E+00 .1494E-01    0.4900 .1385E-01 .2489E-02    0.0015 .1432E-05 .4508E-0
   23  *  *   0.00  0.000  0.039  0.4648    0.0039 .0000E+00 .3420E-02    0.4749 .1343E-01 .2429E-02    0.0007 .7067E-06 .3367E-0
   24  *  *   0.45  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.4391 .1242E-01 .2288E-02    0.0015 .1426E-05 .4515E-0
   25     *   0.30  0.961  0.000  0.4654    0.0049 .0000E+00 .1093E-01    0.4117 .1164E-01 .2178E-02    0.0015 .1442E-05 .4536E-0
   26     *   0.00  0.128  0.043  0.4648    0.0042 .0000E+00 .3644E-02    0.3970 .1122E-01 .2118E-02    0.0015 .1429E-05 .5624E-0
   27  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3681 .1041E-01 .1999E-02    0.0015 .1438E-05 .4516E-0
   28     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3358 .9496E-02 .1863E-02    0.0015 .1457E-05 .4544E-0
   29  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3063 .8660E-02 .1736E-02    0.0015 .1467E-05 .4560E-0
   30     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2792 .7896E-02 .1618E-02    0.0015 .1469E-05 .4563E-0
   31     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2545 .7196E-02 .1507E-02    0.0015 .1465E-05 .4557E-0
   32     *   0.98  0.965  0.008  0.4648    0.0041 .0000E+00 .7049E-02    0.2389 .6754E-02 .1436E-02    0.0007 .7174E-06 .3394E-0
   33  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2289 .6472E-02 .1390E-02    0.0015 .1389E-05 .5557E-0
   34  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2085 .5894E-02 .1294E-02    0.0015 .1379E-05 .4421E-0
   35  *  *   0.17  0.000  0.044  0.4648    0.0000 .0000E+00 .0000E+00    0.1898 .5366E-02 .1205E-02    0.0015 .1363E-05 .4395E-0
   36  *  *   0.00  0.000  0.052  0.4648    0.0000 .0000E+00 .0000E+00    0.1727 .4883E-02 .1121E-02    0.0007 .6716E-06 .3284E-0
   37  *  *   0.94  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1571 .4441E-02 .1043E-02    0.0014 .1320E-05 .4336E-0
   38  *  *   0.15  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.1428 .4038E-02 .9699E-03    0.0014 .1296E-05 .4296E-0
   39  *  *   0.00  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.1298 .3670E-02 .9017E-03    0.0014 .1270E-05 .4252E-0
   40  *  *   0.00  0.000  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.1179 .3334E-02 .8381E-03    0.0014 .1243E-05 .4205E-0
   41  *  *   0.00  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.1071 .3028E-02 .7787E-03    0.0014 .1206E-05 .5181E-0
   42  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0972 .2748E-02 .7233E-03    0.0014 .1180E-05 .4090E-0
   43  *  *   0.00  0.000  0.030  0.4648    0.0000 .0000E+00 .0000E+00    0.0882 .2493E-02 .6716E-03    0.0007 .5745E-06 .3037E-0
   44  *  *   0.00  0.000  0.030  0.4648    0.0000 .0000E+00 .0000E+00    0.0800 .2261E-02 .6234E-03    0.0013 .1122E-05 .3994E-0
   45  *  *   0.00  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.0725 .2049E-02 .5784E-03    0.0013 .1091E-05 .3938E-0
   46  *  *   0.01  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0656 .1856E-02 .5365E-03    0.0013 .1060E-05 .3881E-0
   47  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0594 .1681E-02 .4974E-03    0.0013 .1029E-05 .3824E-0
   48  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.0538 .1521E-02 .4610E-03    0.0012 .9981E-06 .3766E-0
   49  *  *   0.00  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.0486 .1375E-02 .4270E-03    0.0012 .9678E-06 .3709E-0
   50  *  *   0.00  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.0440 .1243E-02 .3954E-03    0.0012 .9380E-06 .3651E-0
   51     *   0.00  0.412  0.000  0.4648    0.0048 .0000E+00 .1438E-01    0.0540 .1526E-02 .4610E-03    0.0012 .8797E-06 .3523E-0
   52     *   0.00  0.041  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0719 .2033E-02 .5749E-03    0.0011 .7910E-06 .4161E-0
   53     *   0.28  0.531  0.000  0.4648    0.0048 .0000E+00 .1446E-01    0.0795 .2247E-02 .6198E-03    0.0011 .7143E-06 .3183E-0
   54     *   0.41  0.396  0.006  0.4648    0.0048 .0000E+00 .8409E-02    0.1036 .2928E-02 .7591E-03    0.0010 .6269E-06 .2982E-0
   55     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1075 .3039E-02 .7809E-03    0.0010 .5950E-06 .2906E-0
   56  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0976 .2759E-02 .7254E-03    0.0010 .5958E-06 .2907E-0
   57     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0885 .2503E-02 .6735E-03    0.0010 .5947E-06 .2905E-0
   58     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0803 .2269E-02 .6252E-03    0.0010 .5921E-06 .2898E-0
   59  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0727 .2057E-02 .5801E-03    0.0005 .2968E-06 .2172E-0
   60     *   0.31  0.296  0.006  0.4648    0.0049 .0000E+00 .8484E-02    0.0743 .2101E-02 .5895E-03    0.0009 .5693E-06 .2841E-0
   61     *   0.19  0.176  0.006  0.4648    0.0047 .0000E+00 .8170E-02    0.0891 .2518E-02 .6766E-03    0.0009 .5265E-06 .2722E-0
   62     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0939 .2654E-02 .7044E-03    0.0009 .4900E-06 .2634E-0
   63     *   0.13  0.116  0.006  0.4648    0.0046 .0000E+00 .7975E-02    0.0931 .2631E-02 .6997E-03    0.0009 .4712E-06 .2587E-0
   64     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0972 .2748E-02 .7234E-03    0.0008 .4513E-06 .2528E-0
   65  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0882 .2493E-02 .6717E-03    0.0008 .4453E-06 .2520E-0
   66  *  *   0.52  0.000  0.043  0.4648    0.0000 .0000E+00 .0000E+00    0.0800 .2261E-02 .6234E-03    0.0008 .4482E-06 .3157E-0
   67  *  *   0.84  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0725 .2049E-02 .5784E-03    0.0008 .4520E-06 .2533E-0
   68     *   0.00  0.522  0.000  0.4654    0.0048 .0000E+00 .1084E-01    0.0764 .2161E-02 .6019E-03    0.0008 .4292E-06 .2468E-0
   69     *   0.00  0.324  0.002  0.4653    0.0076 .0000E+00 .1249E-01    0.0990 .2800E-02 .7334E-03    0.0004 .1863E-06 .1728E-0
   70     *   0.00  0.000  0.044  0.4648    0.0034 .0000E+00 .2959E-02    0.1128 .3190E-02 .8104E-03    0.0007 .3498E-06 .2219E-0
   71  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.1072 .3031E-02 .7793E-03    0.0007 .3376E-06 .2193E-0
   72     *   0.00  0.036  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.0973 .2751E-02 .7238E-03    0.0007 .3427E-06 .2213E-0
   73     *   0.36  0.592  0.000  0.4654    0.0049 .0000E+00 .1086E-01    0.0990 .2801E-02 .7336E-03    0.0007 .3378E-06 .2189E-0
   74     *   0.00  0.000  0.000  0.4648    0.0042 .0000E+00 .3621E-02    0.1109 .3136E-02 .7998E-03    0.0007 .3155E-06 .2108E-0
   75         0.00  0.000  0.095  0.4443    3.6950 .0000E+00 .2807E-01    0.1344 .3799E-02 .9243E-03    0.0007 .2781E-06 .2456E-0
   76         0.00  0.000  0.116  0.4188    4.6594 .0000E+00 .3683E-01    0.2037 .5761E-02 .1270E-02    0.0005 .1752E-06 .1578E-0
   77         0.00  0.000  0.128  0.3916    4.1447 .0000E+00 .3570E-01    0.2801 .7920E-02 .1621E-02    0.0004 .1060E-06 .1228E-0
   78         0.00  0.000  0.103  0.3685    3.7032 .0000E+00 .3472E-01    0.3472 .9816E-02 .1911E-02    0.0002 .3180E-07 .7124E-0
   79         0.00  0.000  0.084  0.3489    3.3787 .0000E+00 .3400E-01    0.4063 .1149E-01 .2155E-02    0.0003 .4708E-07 .7861E-0
   80         0.00  0.000  0.106  0.3256    2.9985 .0000E+00 .3316E-01    0.4584 .1296E-01 .2365E-02    0.0002 .2753E-07 .5990E-0
   81         0.35  0.000  0.086  0.3643    2.7392 .0000E+00 .3259E-01    0.5042 .1426E-01 .2544E-02    0.0002 .1575E-07 .4511E-0
   82         0.00  0.000  0.126  0.3380    2.5100 .0000E+00 .3208E-01    0.5448 .1540E-01 .2700E-02    0.0001 .8790E-08 .3351E-0
   83         0.00  0.000  0.121  0.3125    2.2614 .0000E+00 .3153E-01    0.5807 .1642E-01 .2835E-02    0.0001 .4809E-08 .2463E-0
   84         0.00  0.000  0.142  0.2836    2.0032 .0000E+00 .3096E-01    0.6120 .1731E-01 .2952E-02    0.0001 .2641E-08 .1816E-0
   85         0.03  0.000  0.099  0.2670    1.8115 .0000E+00 .3054E-01    0.6395 .1808E-01 .3053E-02    0.0001 .1529E-08 .1379E-0
   86         0.00  0.000  0.113  0.2431    1.7033 .0000E+00 .3030E-01    0.6637 .1877E-01 .3142E-02    0.0000 .1128E-08 .1448E-0
   87         0.00  0.000  0.146  0.2139    1.2894 .0000E+00 .2938E-01    0.6846 .1936E-01 .3218E-02    0.0000 .6694E-09 .1005E-0
   88         0.00  0.000  0.170  0.1808    0.8136 .0000E+00 .2833E-01    0.7013 .1983E-01 .3278E-02    0.0000 .8496E-09 .1131E-0
   89         0.00  0.000  0.165  0.1509    0.2663 .0000E+00 .1378E-01    0.7004 .1981E-01 .3275E-02    0.0001 .2437E-08 .1899E-0
   90         0.00  0.000  0.083  0.1371    0.0000 .0000E+00 .0000E+00    0.6625 .1873E-01 .3138E-02    0.0001 .5430E-08 .2917E-0
   91         0.00  0.000  0.012  0.1350    0.0000 .0000E+00 .0000E+00    0.6056 .1712E-01 .2928E-02    0.0002 .2343E-07 .7731E-0
   92         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5534 .1565E-01 .2732E-02    0.0003 .5836E-07 .9138E-0



   93         0.02  0.000  0.009  0.1369    0.0000 .0000E+00 .0000E+00    0.5056 .1430E-01 .2549E-02    0.0004 .9059E-07 .1137E-0
   94         0.00  0.000  0.004  0.1363    0.0000 .0000E+00 .0000E+00    0.4618 .1306E-01 .2378E-02    0.0004 .1258E-06 .1339E-0
   95         0.00  0.000  0.006  0.1353    0.0000 .0000E+00 .0000E+00    0.4216 .1192E-01 .2218E-02    0.0005 .1625E-06 .1522E-0
   96         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.3848 .1088E-01 .2068E-02    0.0006 .1995E-06 .1685E-0
   97         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3511 .9928E-02 .1928E-02    0.0006 .2357E-06 .1831E-0
   98         0.49  0.000  0.018  0.2136    0.0000 .0000E+00 .0000E+00    0.3203 .9056E-02 .1797E-02    0.0006 .2705E-06 .1961E-0
   99         0.00  0.000  0.025  0.2094    0.0000 .0000E+00 .0000E+00    0.2921 .8258E-02 .1674E-02    0.0007 .3033E-06 .2076E-0
  100         0.00  0.000  0.027  0.2049    0.0000 .0000E+00 .0000E+00    0.2662 .7528E-02 .1560E-02    0.0007 .3337E-06 .2178E-0
  101         0.00  0.000  0.026  0.2006    0.0000 .0000E+00 .0000E+00    0.2426 .6859E-02 .1453E-02    0.0007 .3616E-06 .2266E-0
  102         0.00  0.000  0.025  0.1964    0.0000 .0000E+00 .0000E+00    0.2210 .6248E-02 .1353E-02    0.0004 .1933E-06 .1760E-0
  103         0.00  0.000  0.024  0.1924    0.0000 .0000E+00 .0000E+00    0.2012 .5689E-02 .1260E-02    0.0008 .3996E-06 .2394E-0
  104         0.00  0.000  0.023  0.1885    0.0000 .0000E+00 .0000E+00    0.1831 .5178E-02 .1172E-02    0.0008 .4200E-06 .2453E-0
  105         0.00  0.000  0.023  0.1848    0.0000 .0000E+00 .0000E+00    0.1666 .4712E-02 .1091E-02    0.0008 .4377E-06 .2503E-0
  106         0.14  0.000  0.027  0.2037    0.0000 .0000E+00 .0000E+00    0.1516 .4285E-02 .1015E-02    0.0008 .4511E-06 .3180E-0
  107         0.89  0.027  0.027  0.3430    0.0000 .0000E+00 .0000E+00    0.1378 .3896E-02 .9436E-03    0.0009 .4714E-06 .2587E-0
  108         0.26  0.000  0.139  0.3583    1.2520 .0000E+00 .2930E-01    0.1543 .4363E-02 .1028E-02    0.0008 .4283E-06 .2466E-0
  109         0.00  0.000  0.151  0.3281    1.6124 .0000E+00 .3010E-01    0.2172 .6143E-02 .1335E-02    0.0007 .3199E-06 .2132E-0
  110         0.25  0.000  0.182  0.3344    1.5953 .0000E+00 .3006E-01    0.2760 .7805E-02 .1603E-02    0.0006 .2410E-06 .1851E-0
  111         0.00  0.000  0.174  0.3006    1.4098 .0000E+00 .2965E-01    0.3293 .9312E-02 .1835E-02    0.0005 .1842E-06 .1619E-0
  112         0.28  0.000  0.153  0.3169    1.2115 .0000E+00 .2921E-01    0.3770 .1066E-01 .2036E-02    0.0005 .1433E-06 .1428E-0
  113         0.00  0.000  0.182  0.2817    1.0167 .0000E+00 .2878E-01    0.4196 .1186E-01 .2209E-02    0.0002 .5634E-07 .9527E-0
  114         0.00  0.000  0.142  0.2533    0.8513 .0000E+00 .2841E-01    0.4575 .1293E-01 .2361E-02    0.0004 .1006E-06 .1178E-0
  115         0.00  0.000  0.122  0.2282    0.7012 .0000E+00 .2808E-01    0.4913 .1389E-01 .2494E-02    0.0004 .8299E-07 .1071E-0
  116         0.05  0.000  0.092  0.2166    0.5556 .0000E+00 .2776E-01    0.5214 .1474E-01 .2610E-02    0.0003 .7027E-07 .1233E-0
  117         0.00  0.000  0.135  0.1896    0.4111 .0000E+00 .2744E-01    0.5482 .1550E-01 .2712E-02    0.0003 .5764E-07 .9082E-0
  118         0.00  0.000  0.197  0.1545    0.1377 .0000E+00 .1354E-01    0.5584 .1579E-01 .2751E-02    0.0003 .5847E-07 .9148E-0
  119         0.00  0.000  0.084  0.1405    0.0000 .0000E+00 .0000E+00    0.5319 .1504E-01 .2650E-02    0.0002 .3921E-07 .7902E-0
  120         0.00  0.000  0.033  0.1350    0.0000 .0000E+00 .0000E+00    0.4859 .1374E-01 .2472E-02    0.0004 .1007E-06 .1219E-0
  121         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4437 .1255E-01 .2306E-02    0.0005 .1370E-06 .1417E-0
  122         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4050 .1145E-01 .2151E-02    0.0005 .1744E-06 .1595E-0
  123         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3697 .1045E-01 .2005E-02    0.0006 .2119E-06 .1754E-0
  124         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3372 .9536E-02 .1869E-02    0.0006 .2483E-06 .2378E-0
  125         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3076 .8697E-02 .1742E-02    0.0007 .2962E-06 .2052E-0
  126         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2804 .7929E-02 .1623E-02    0.0007 .3283E-06 .2160E-0
  127         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2556 .7227E-02 .1512E-02    0.0007 .3577E-06 .2254E-0
  128         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2329 .6584E-02 .1408E-02    0.0008 .3845E-06 .2337E-0
  129         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2121 .5996E-02 .1311E-02    0.0008 .4083E-06 .2408E-0
  130         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1931 .5459E-02 .1221E-02    0.0008 .4294E-06 .2469E-0
  131         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1757 .4968E-02 .1136E-02    0.0008 .4476E-06 .2521E-0
  132         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1598 .4520E-02 .1057E-02    0.0008 .4631E-06 .2564E-0
  133         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1453 .4110E-02 .9829E-03    0.0009 .4760E-06 .2599E-0
  134         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1321 .3736E-02 .9139E-03    0.0009 .4865E-06 .2628E-0
  135         2.05  0.392  0.028  0.4066    0.0000 .0000E+00 .0000E+00    0.1200 .3394E-02 .8495E-03    0.0009 .4947E-06 .2650E-0
  136         0.00  0.000  0.192  0.3692    2.6432 .0000E+00 .3238E-01    0.1412 .3991E-02 .9594E-03    0.0008 .4402E-06 .2500E-0
  137         0.00  0.000  0.206  0.3293    3.0081 .0000E+00 .3318E-01    0.2132 .6029E-02 .1316E-02    0.0007 .3151E-06 .2116E-0
  138         0.00  0.000  0.213  0.2884    2.5412 .0000E+00 .3215E-01    0.2794 .7900E-02 .1618E-02    0.0006 .2284E-06 .1802E-0
  139         0.67  0.002  0.240  0.3547    2.0145 .0000E+00 .3099E-01    0.3371 .9532E-02 .1868E-02    0.0005 .1696E-06 .1553E-0
  140         0.00  0.000  0.205  0.3155    1.7522 .0000E+00 .3041E-01    0.3875 .1096E-01 .2079E-02    0.0002 .6407E-07 .1015E-0
  141         0.00  0.000  0.202  0.2769    1.5445 .0000E+00 .2995E-01    0.4322 .1222E-01 .2260E-02    0.0004 .1110E-06 .1234E-0
  142         0.00  0.000  0.174  0.2430    1.3297 .0000E+00 .2947E-01    0.4720 .1335E-01 .2418E-02    0.0004 .8762E-07 .1098E-0
  143         0.00  0.000  0.184  0.2075    1.0573 .0000E+00 .2887E-01    0.5071 .1434E-01 .2555E-02    0.0003 .7100E-07 .9896E-0
  144         0.04  0.000  0.091  0.1942    0.8319 .0000E+00 .2837E-01    0.5377 .1520E-01 .2673E-02    0.0003 .5940E-07 .9067E-0
  145         0.00  0.000  0.069  0.1781    0.6221 .0000E+00 .2791E-01    0.5646 .1596E-01 .2775E-02    0.0003 .5145E-07 .8454E-0
  146         0.00  0.000  0.059  0.1638    0.2968 .0000E+00 .2719E-01    0.5877 .1662E-01 .2862E-02    0.0003 .4700E-07 .1007E-0
  147         0.04  0.000  0.057  0.1598    0.0236 .0000E+00 .6682E-02    0.5874 .1661E-01 .2860E-02    0.0003 .5007E-07 .8470E-0
  148         0.34  0.000  0.052  0.2077    0.0000 .0000E+00 .0000E+00    0.5475 .1548E-01 .2710E-02    0.0003 .7628E-07 .1044E-0
  149         0.00  0.000  0.047  0.1999    0.0000 .0000E+00 .0000E+00    0.5002 .1414E-01 .2528E-02    0.0002 .5593E-07 .9446E-0
  150         0.00  0.000  0.044  0.1925    0.0000 .0000E+00 .0000E+00    0.4568 .1292E-01 .2358E-02    0.0005 .1361E-06 .1413E-0
  151         0.00  0.000  0.044  0.1851    0.0000 .0000E+00 .0000E+00    0.4170 .1179E-01 .2199E-02    0.0005 .1745E-06 .1595E-0
  152         0.00  0.000  0.045  0.1777    0.0000 .0000E+00 .0000E+00    0.3806 .1076E-01 .2051E-02    0.0006 .2130E-06 .1759E-0
  153         0.00  0.000  0.043  0.1706    0.0000 .0000E+00 .0000E+00    0.3473 .9820E-02 .1912E-02    0.0006 .2507E-06 .1905E-0
  154         0.43  0.000  0.042  0.2352    0.0000 .0000E+00 .0000E+00    0.3168 .8957E-02 .1782E-02    0.0007 .2867E-06 .2551E-0
  155         0.00  0.000  0.228  0.1972    0.0000 .0000E+00 .0000E+00    0.2888 .8167E-02 .1660E-02    0.0007 .3334E-06 .2177E-0
  156         0.00  0.000  0.045  0.1897    0.0000 .0000E+00 .0000E+00    0.2633 .7445E-02 .1547E-02    0.0008 .3639E-06 .2274E-0
  157         0.00  0.000  0.046  0.1821    0.0000 .0000E+00 .0000E+00    0.2399 .6783E-02 .1441E-02    0.0008 .3917E-06 .2359E-0
  158         0.00  0.000  0.045  0.1747    0.0000 .0000E+00 .0000E+00    0.2185 .6179E-02 .1342E-02    0.0008 .4165E-06 .2432E-0
  159         0.00  0.000  0.047  0.1668    0.0000 .0000E+00 .0000E+00    0.1990 .5626E-02 .1249E-02    0.0008 .4383E-06 .2495E-0
  160         0.00  0.000  0.049  0.1587    0.0000 .0000E+00 .0000E+00    0.1811 .5120E-02 .1162E-02    0.0008 .4572E-06 .2548E-0
  161         0.00  0.000  0.040  0.1520    0.0000 .0000E+00 .0000E+00    0.1648 .4659E-02 .1082E-02    0.0009 .4733E-06 .2592E-0
  162         0.38  0.000  0.054  0.2063    0.0000 .0000E+00 .0000E+00    0.1498 .4237E-02 .1006E-02    0.0009 .4868E-06 .2629E-0
  163         0.08  0.000  0.233  0.1808    0.0000 .0000E+00 .0000E+00    0.1362 .3852E-02 .9355E-03    0.0009 .4977E-06 .2658E-0
  164         0.00  0.000  0.052  0.1722    0.0000 .0000E+00 .0000E+00    0.1238 .3500E-02 .8696E-03    0.0009 .5062E-06 .2681E-0
  165         0.00  0.000  0.048  0.1642    0.0000 .0000E+00 .0000E+00    0.1124 .3179E-02 .8081E-03    0.0009 .5126E-06 .2697E-0
  166         0.08  0.000  0.060  0.1675    0.0000 .0000E+00 .0000E+00    0.1021 .2886E-02 .7508E-03    0.0009 .5169E-06 .2709E-0
  167         0.00  0.000  0.055  0.1584    0.0000 .0000E+00 .0000E+00    0.0926 .2619E-02 .6972E-03    0.0009 .5195E-06 .2715E-0
  168         0.00  0.000  0.058  0.1488    0.0000 .0000E+00 .0000E+00    0.0840 .2375E-02 .6473E-03    0.0009 .5203E-06 .2717E-0
  169         0.17  0.000  0.065  0.1663    0.0000 .0000E+00 .0000E+00    0.0762 .2153E-02 .6007E-03    0.0005 .2622E-06 .2041E-0
  170         0.00  0.000  0.145  0.1422    0.0000 .0000E+00 .0000E+00    0.0690 .1951E-02 .5572E-03    0.0009 .5161E-06 .2712E-0
  171         0.00  0.000  0.034  0.1365    0.0000 .0000E+00 .0000E+00    0.0625 .1767E-02 .5167E-03    0.0009 .5134E-06 .2704E-0
  172         0.00  0.000  0.007  0.1353    0.0000 .0000E+00 .0000E+00    0.0566 .1599E-02 .4790E-03    0.0009 .5096E-06 .2694E-0
  173         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0512 .1447E-02 .4438E-03    0.0009 .5049E-06 .2681E-0
  174         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0463 .1308E-02 .4110E-03    0.0009 .4993E-06 .2666E-0
  175         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.0418 .1182E-02 .3805E-03    0.0009 .4930E-06 .2649E-0
  176         0.03  0.000  0.014  0.1377    0.0000 .0000E+00 .0000E+00    0.0377 .1067E-02 .3521E-03    0.0009 .4861E-06 .2630E-0
  177         0.00  0.000  0.006  0.1366    0.0000 .0000E+00 .0000E+00    0.0341 .9633E-03 .3257E-03    0.0009 .4787E-06 .2610E-0
  178         0.00  0.000  0.007  0.1355    0.0000 .0000E+00 .0000E+00    0.0307 .8688E-03 .3011E-03    0.0009 .4687E-06 .3229E-0
  179         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0277 .7830E-03 .2782E-03    0.0008 .4616E-06 .2559E-0
  180         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0249 .7052E-03 .2569E-03    0.0008 .4530E-06 .2535E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0224 .6347E-03 .2371E-03    0.0008 .4441E-06 .2511E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0202 .5708E-03 .2187E-03    0.0008 .4351E-06 .2485E-0
  183         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0181 .5130E-03 .2017E-03    0.0008 .4261E-06 .2459E-0
  184         0.08  0.000  0.013  0.1461    0.0000 .0000E+00 .0000E+00    0.0163 .4607E-03 .1858E-03    0.0008 .4170E-06 .2433E-0
  185         0.00  0.000  0.029  0.1413    0.0000 .0000E+00 .0000E+00    0.0146 .4133E-03 .1711E-03    0.0008 .4078E-06 .2406E-0
  186         0.00  0.000  0.031  0.1362    0.0000 .0000E+00 .0000E+00    0.0131 .3705E-03 .1575E-03    0.0004 .1993E-06 .1788E-0
  187         0.33  0.000  0.044  0.1839    0.0000 .0000E+00 .0000E+00    0.0117 .3319E-03 .1448E-03    0.0008 .3913E-06 .2942E-0
  188         0.69  0.004  0.060  0.2881    0.0000 .0000E+00 .0000E+00    0.0105 .2970E-03 .1331E-03    0.0008 .3806E-06 .2324E-0



  189         0.35  0.000  0.277  0.2981    0.0143 .0000E+00 .1330E-01    0.0226 .6383E-03 .2340E-03    0.0007 .3369E-06 .2187E-0
  190         0.00  0.000  0.310  0.2430    0.0657 .0000E+00 .2075E-01    0.0622 .1758E-02 .5124E-03    0.0003 .1244E-06 .1412E-0
  191         0.00  0.000  0.308  0.1917    0.0000 .0000E+00 .0000E+00    0.0896 .2533E-02 .6797E-03    0.0006 .2182E-06 .1738E-0
  192         0.00  0.000  0.294  0.1427    0.0000 .0000E+00 .0000E+00    0.0812 .2297E-02 .6309E-03    0.0006 .2057E-06 .1715E-0
  193         0.00  0.000  0.046  0.1350    0.0000 .0000E+00 .0000E+00    0.0736 .2082E-02 .5854E-03    0.0006 .2125E-06 .1743E-0
  194         1.19  0.066  0.145  0.2981    0.0000 .0000E+00 .0000E+00    0.0667 .1886E-02 .5430E-03    0.0006 .2183E-06 .1766E-0
  195         0.00  0.000  0.258  0.2528    0.0416 .0000E+00 .1336E-01    0.0737 .2083E-02 .5850E-03    0.0006 .2109E-06 .1725E-0
  196         0.00  0.000  0.317  0.1985    0.0210 .0000E+00 .8649E-02    0.0967 .2735E-02 .7207E-03    0.0005 .1832E-06 .1596E-0
  197         0.17  0.000  0.272  0.1815    0.0000 .0000E+00 .0000E+00    0.1016 .2874E-02 .7484E-03    0.0005 .1649E-06 .1527E-0
  198         0.00  0.000  0.243  0.1411    0.0000 .0000E+00 .0000E+00    0.0922 .2608E-02 .6950E-03    0.0005 .1671E-06 .1547E-0
  199         0.00  0.000  0.034  0.1354    0.0000 .0000E+00 .0000E+00    0.0837 .2365E-02 .6452E-03    0.0005 .1751E-06 .1584E-0
  200         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0758 .2144E-02 .5988E-03    0.0005 .1823E-06 .1615E-0
  201         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0687 .1943E-02 .5554E-03    0.0005 .1882E-06 .2053E-0
  202         0.27  0.000  0.067  0.1688    0.0000 .0000E+00 .0000E+00    0.0622 .1760E-02 .5151E-03    0.0006 .1967E-06 .1671E-0
  203         0.00  0.000  0.077  0.1560    0.0000 .0000E+00 .0000E+00    0.0563 .1593E-02 .4774E-03    0.0006 .2011E-06 .1690E-0
  204         0.00  0.000  0.091  0.1408    0.0000 .0000E+00 .0000E+00    0.0510 .1441E-02 .4424E-03    0.0006 .2048E-06 .1706E-0
  205         0.00  0.000  0.029  0.1359    0.0000 .0000E+00 .0000E+00    0.0461 .1302E-02 .4097E-03    0.0003 .1039E-06 .1291E-0
  206         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0416 .1177E-02 .3793E-03    0.0006 .2081E-06 .2156E-0
  207         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0376 .1063E-02 .3509E-03    0.0006 .2121E-06 .1735E-0
  208         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0339 .9591E-03 .3246E-03    0.0006 .2133E-06 .1740E-0
  209         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0306 .8649E-03 .3000E-03    0.0006 .2140E-06 .1743E-0
  210         0.16  0.000  0.066  0.1507    0.0000 .0000E+00 .0000E+00    0.0276 .7795E-03 .2772E-03    0.0006 .2143E-06 .1744E-0
  211         0.00  0.000  0.049  0.1425    0.0000 .0000E+00 .0000E+00    0.0248 .7021E-03 .2560E-03    0.0006 .2141E-06 .1744E-0
  212         0.13  0.000  0.087  0.1497    0.0000 .0000E+00 .0000E+00    0.0223 .6319E-03 .2363E-03    0.0006 .2136E-06 .1741E-0
  213         0.00  0.000  0.055  0.1404    0.0000 .0000E+00 .0000E+00    0.0201 .5683E-03 .2180E-03    0.0006 .2127E-06 .1738E-0
  214         0.04  0.000  0.046  0.1394    0.0000 .0000E+00 .0000E+00    0.0181 .5107E-03 .2010E-03    0.0003 .1064E-06 .1302E-0
  215         0.07  0.000  0.029  0.1462    0.0000 .0000E+00 .0000E+00    0.0162 .4586E-03 .1852E-03    0.0006 .2099E-06 .1728E-0
  216         0.16  0.000  0.059  0.1631    0.0000 .0000E+00 .0000E+00    0.0146 .4114E-03 .1705E-03    0.0006 .2082E-06 .1721E-0
  217         0.07  0.000  0.070  0.1632    0.0000 .0000E+00 .0000E+00    0.0130 .3688E-03 .1569E-03    0.0006 .2063E-06 .1714E-0
  218         0.13  0.000  0.095  0.1690    0.0000 .0000E+00 .0000E+00    0.0117 .3303E-03 .1443E-03    0.0006 .2043E-06 .1705E-0
  219         0.00  0.000  0.089  0.1542    0.0000 .0000E+00 .0000E+00    0.0105 .2956E-03 .1326E-03    0.0006 .2020E-06 .1695E-0
  220         0.00  0.000  0.083  0.1405    0.0000 .0000E+00 .0000E+00    0.0093 .2643E-03 .1218E-03    0.0006 .1990E-06 .2104E-0
  221         0.00  0.000  0.028  0.1359    0.0000 .0000E+00 .0000E+00    0.0083 .2361E-03 .1118E-03    0.0006 .1968E-06 .1672E-0
  222         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0074 .2106E-03 .1025E-03    0.0005 .1941E-06 .1660E-0
  223         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0066 .1877E-03 .9392E-04    0.0003 .9567E-07 .1238E-0
  224         0.13  0.000  0.056  0.1474    0.0000 .0000E+00 .0000E+00    0.0059 .1672E-03 .8598E-04    0.0005 .1890E-06 .1639E-0
  225         0.00  0.000  0.045  0.1398    0.0000 .0000E+00 .0000E+00    0.0053 .1487E-03 .7865E-04    0.0005 .1861E-06 .2031E-0
  226         0.00  0.000  0.021  0.1363    0.0000 .0000E+00 .0000E+00    0.0047 .1321E-03 .7189E-04    0.0005 .1827E-06 .1611E-0
  227         0.00  0.000  0.006  0.1353    0.0000 .0000E+00 .0000E+00    0.0041 .1172E-03 .6564E-04    0.0005 .1797E-06 .1598E-0
  228         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0037 .1038E-03 .5988E-04    0.0005 .1767E-06 .1584E-0
  229         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0033 .9190E-04 .5457E-04    0.0005 .1737E-06 .1571E-0
  230         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0029 .8122E-04 .4968E-04    0.0005 .1707E-06 .1557E-0
  231         0.24  0.000  0.070  0.1633    0.0000 .0000E+00 .0000E+00    0.0025 .7168E-04 .4518E-04    0.0005 .1677E-06 .1543E-0
  232         1.01  0.046  0.135  0.3014    0.0000 .0000E+00 .0000E+00    0.0022 .6317E-04 .4104E-04    0.0005 .1647E-06 .1530E-0
  233         0.49  0.002  0.220  0.3427    0.1846 .0000E+00 .2031E-01    0.0221 .6246E-03 .2216E-03    0.0002 .6291E-07 .1001E-0
  234         0.00  0.000  0.225  0.3003    1.4086 .0000E+00 .2965E-01    0.0818 .2313E-02 .6308E-03    0.0004 .8197E-07 .1020E-0
  235         0.00  0.000  0.241  0.2553    1.2343 .0000E+00 .2926E-01    0.1508 .4264E-02 .1010E-02    0.0002 .3352E-07 .6321E-0
  236         0.00  0.000  0.182  0.2202    1.0046 .0000E+00 .2875E-01    0.2126 .6013E-02 .1313E-02    0.0001 .9487E-08 .3791E-0
  237         0.00  0.000  0.165  0.1880    0.8202 .0000E+00 .2835E-01    0.2680 .7576E-02 .1567E-02    0.0000 .6148E-12 .5883E-0
  238         0.00  0.000  0.177  0.1552    0.3863 .0000E+00 .2072E-01    0.3103 .8774E-02 .1754E-02    0.0000 .0000E+00 .0000E+0
  239         0.00  0.000  0.121  0.1350    0.0000 .0000E+00 .0000E+00    0.3162 .8942E-02 .1780E-02    0.0000 .0000E+00 .0000E+0
  240         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2884 .8153E-02 .1658E-02    0.0000 .0000E+00 .0000E+0
  241         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2628 .7432E-02 .1545E-02    0.0000 .3825E-09 .8076E-0
  242         0.74  0.001  0.105  0.2407    0.0000 .0000E+00 .0000E+00    0.2395 .6772E-02 .1439E-02    0.0001 .2588E-08 .2616E-0
  243         0.00  0.000  0.138  0.2176    0.0000 .0000E+00 .0000E+00    0.2181 .6168E-02 .1340E-02    0.0001 .8350E-08 .3454E-0
  244         0.00  0.000  0.220  0.1811    0.0000 .0000E+00 .0000E+00    0.1986 .5616E-02 .1247E-02    0.0001 .1416E-07 .4494E-0
  245         0.00  0.000  0.196  0.1484    0.0000 .0000E+00 .0000E+00    0.1808 .5112E-02 .1161E-02    0.0002 .2083E-07 .5449E-0
  246         0.00  0.000  0.066  0.1374    0.0000 .0000E+00 .0000E+00    0.1645 .4651E-02 .1080E-02    0.0002 .2809E-07 .6325E-0
  247         0.00  0.000  0.014  0.1350    0.0000 .0000E+00 .0000E+00    0.1496 .4229E-02 .1005E-02    0.0002 .3568E-07 .7126E-0
  248         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1360 .3845E-02 .9342E-03    0.0003 .4341E-07 .7859E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1236 .3494E-02 .8684E-03    0.0003 .5112E-07 .8528E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1122 .3173E-02 .8070E-03    0.0002 .2936E-07 .6853E-0
  251         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1019 .2881E-02 .7497E-03    0.0003 .6321E-07 .1197E-0
  252         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0925 .2614E-02 .6963E-03    0.0003 .7300E-07 .1019E-0
  253         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0839 .2371E-02 .6464E-03    0.0004 .7961E-07 .1064E-0
  254         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0760 .2149E-02 .5998E-03    0.0004 .8582E-07 .1104E-0
  255         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0689 .1948E-02 .5565E-03    0.0004 .9158E-07 .1141E-0
  256         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0624 .1764E-02 .5160E-03    0.0004 .9688E-07 .1173E-0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0565 .1596E-02 .4783E-03    0.0004 .1017E-06 .1202E-0
  258         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0511 .1444E-02 .4432E-03    0.0004 .1061E-06 .1228E-0
  259         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0462 .1306E-02 .4104E-03    0.0004 .1100E-06 .1250E-0
  260         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0417 .1180E-02 .3800E-03    0.0004 .1135E-06 .1270E-0
  261         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0377 .1065E-02 .3516E-03    0.0004 .1166E-06 .1287E-0
  262         0.03  0.000  0.018  0.1370    0.0000 .0000E+00 .0000E+00    0.0340 .9615E-03 .3252E-03    0.0002 .5990E-07 .9774E-0
  263         0.01  0.000  0.010  0.1370    0.0000 .0000E+00 .0000E+00    0.0307 .8671E-03 .3006E-03    0.0004 .1204E-06 .1311E-0
  264         0.00  0.000  0.004  0.1363    0.0000 .0000E+00 .0000E+00    0.0276 .7815E-03 .2778E-03    0.0004 .1224E-06 .1322E-0
  265         0.00  0.000  0.006  0.1354    0.0000 .0000E+00 .0000E+00    0.0249 .7039E-03 .2565E-03    0.0004 .1241E-06 .1331E-0
  266         0.00  0.000  0.002  0.1350    0.0000 .0000E+00 .0000E+00    0.0224 .6335E-03 .2368E-03    0.0004 .1255E-06 .1338E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0201 .5697E-03 .2184E-03    0.0004 .1266E-06 .1343E-0
  268         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0181 .5120E-03 .2014E-03    0.0004 .1273E-06 .1683E-0
  269         0.39  0.000  0.029  0.1952    0.0000 .0000E+00 .0000E+00    0.0163 .4597E-03 .1855E-03    0.0004 .1283E-06 .1350E-0
  270         0.00  0.000  0.016  0.1926    0.0000 .0000E+00 .0000E+00    0.0146 .4125E-03 .1709E-03    0.0004 .1285E-06 .1351E-0
  271         0.00  0.000  0.018  0.1895    0.0000 .0000E+00 .0000E+00    0.0131 .3698E-03 .1572E-03    0.0004 .1285E-06 .1351E-0
  272         0.00  0.000  0.020  0.1862    0.0000 .0000E+00 .0000E+00    0.0117 .3312E-03 .1446E-03    0.0004 .1283E-06 .1350E-0
  273         0.00  0.000  0.020  0.1829    0.0000 .0000E+00 .0000E+00    0.0105 .2964E-03 .1329E-03    0.0004 .1279E-06 .1348E-0
  274         0.00  0.000  0.020  0.1796    0.0000 .0000E+00 .0000E+00    0.0094 .2650E-03 .1221E-03    0.0004 .1273E-06 .1345E-0
  275         0.00  0.000  0.019  0.1765    0.0000 .0000E+00 .0000E+00    0.0084 .2367E-03 .1120E-03    0.0004 .1266E-06 .1341E-0
  276         0.59  0.000  0.036  0.2688    0.0000 .0000E+00 .0000E+00    0.0075 .2112E-03 .1027E-03    0.0004 .1258E-06 .1337E-0
  277         0.00  0.000  0.018  0.2657    0.0000 .0000E+00 .0000E+00    0.0067 .1883E-03 .9412E-04    0.0004 .1249E-06 .1332E-0
  278         0.00  0.000  0.018  0.2626    0.0000 .0000E+00 .0000E+00    0.0059 .1676E-03 .8617E-04    0.0002 .6222E-07 .9959E-0
  279         0.00  0.000  0.018  0.2596    0.0000 .0000E+00 .0000E+00    0.0053 .1491E-03 .7883E-04    0.0004 .1228E-06 .1322E-0
  280         0.00  0.000  0.018  0.2567    0.0000 .0000E+00 .0000E+00    0.0047 .1325E-03 .7204E-04    0.0004 .1216E-06 .1315E-0
  281         0.00  0.000  0.017  0.2538    0.0000 .0000E+00 .0000E+00    0.0042 .1175E-03 .6578E-04    0.0004 .1203E-06 .1308E-0
  282         0.00  0.000  0.017  0.2510    0.0000 .0000E+00 .0000E+00    0.0037 .1042E-03 .6001E-04    0.0004 .1190E-06 .1301E-0
  283         0.00  0.000  0.017  0.2481    0.0000 .0000E+00 .0000E+00    0.0033 .9218E-04 .5469E-04    0.0004 .1176E-06 .1293E-0
  284         0.00  0.000  0.017  0.2454    0.0000 .0000E+00 .0000E+00    0.0029 .8147E-04 .4979E-04    0.0004 .1162E-06 .1286E-0



  285         0.06  0.000  0.034  0.2496    0.0000 .0000E+00 .0000E+00    0.0025 .7190E-04 .4528E-04    0.0004 .1148E-06 .1277E-0
  286         0.80  0.014  0.035  0.3737    0.0759 .0000E+00 .6801E-02    0.0090 .2538E-03 .1144E-03    0.0004 .1054E-06 .1512E-0
  287         0.00  0.000  0.072  0.3565    2.0873 .0000E+00 .3115E-01    0.0498 .1407E-02 .4259E-03    0.0003 .5388E-07 .8752E-0
  288         0.00  0.000  0.070  0.3396    2.1000 .0000E+00 .3117E-01    0.1259 .3560E-02 .8790E-03    0.0001 .1252E-07 .4222E-0
  289         0.00  0.000  0.073  0.3224    1.9129 .0000E+00 .3076E-01    0.1950 .5513E-02 .1229E-02    0.0000 .4475E-09 .8047E-0
  290         0.00  0.000  0.056  0.3080    1.7451 .0000E+00 .3039E-01    0.2571 .7268E-02 .1518E-02    0.0000 .0000E+00 .0000E+0
  291         0.00  0.000  0.048  0.2949    1.5841 .0000E+00 .3003E-01    0.3129 .8847E-02 .1765E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.048  0.2820    1.4268 .0000E+00 .2969E-01    0.3631 .1027E-01 .1978E-02    0.0000 .0000E+00 .0000E+0
  293         0.00  0.000  0.063  0.2666    1.2688 .0000E+00 .2934E-01    0.4081 .1154E-01 .2163E-02    0.0000 .0000E+00 .0000E+0
  294         0.00  0.000  0.060  0.2518    1.0964 .0000E+00 .2896E-01    0.4484 .1268E-01 .2325E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.051  0.2386    0.9505 .0000E+00 .2863E-01    0.4844 .1370E-01 .2467E-02    0.0000 .0000E+00 .0000E+0
  296         0.00  0.000  0.061  0.2237    0.8157 .0000E+00 .2834E-01    0.5165 .1461E-01 .2591E-02    0.0000 .0000E+00 .0000E+0
  297         0.00  0.000  0.065  0.2083    0.6899 .0000E+00 .2806E-01    0.5453 .1542E-01 .2701E-02    0.0000 .0000E+00 .0000E+0
  298         0.00  0.000  0.052  0.1950    0.5689 .0000E+00 .2779E-01    0.5709 .1614E-01 .2798E-02    0.0000 .0000E+00 .0000E+0
  299         0.00  0.000  0.048  0.1824    0.4340 .0000E+00 .2749E-01    0.5936 .1678E-01 .2883E-02    0.0000 .0000E+00 .0000E+0
  300         0.28  0.000  0.061  0.2144    0.3010 .0000E+00 .2720E-01    0.6137 .1735E-01 .2958E-02    0.0000 .0000E+00 .0000E+0
  301         0.00  0.000  0.039  0.2034    0.1701 .0000E+00 .2691E-01    0.6313 .1785E-01 .3023E-02    0.0000 .0000E+00 .0000E+0
  302         0.00  0.000  0.037  0.1942    0.0427 .0000E+00 .1845E-01    0.6386 .1806E-01 .3050E-02    0.0000 .0000E+00 .0000E+0
  303         0.00  0.000  0.034  0.1884    0.0000 .0000E+00 .0000E+00    0.6133 .1734E-01 .2957E-02    0.0000 .0000E+00 .0000E+0
  304         0.00  0.000  0.033  0.1830    0.0000 .0000E+00 .0000E+00    0.5605 .1585E-01 .2759E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.031  0.1779    0.0000 .0000E+00 .0000E+00    0.5121 .1448E-01 .2574E-02    0.0000 .0000E+00 .0000E+0
  306         0.00  0.000  0.030  0.1729    0.0000 .0000E+00 .0000E+00    0.4677 .1322E-01 .2401E-02    0.0000 .0000E+00 .0000E+0
  307         0.00  0.000  0.028  0.1682    0.0000 .0000E+00 .0000E+00    0.4270 .1207E-01 .2240E-02    0.0000 .0000E+00 .0000E+0
  308         0.00  0.000  0.027  0.1636    0.0000 .0000E+00 .0000E+00    0.3898 .1102E-01 .2088E-02    0.0000 .0000E+00 .0000E+0
  309         0.00  0.000  0.026  0.1592    0.0000 .0000E+00 .0000E+00    0.3557 .1006E-01 .1947E-02    0.0000 .0000E+00 .0000E+0
  310         0.00  0.000  0.024  0.1552    0.0000 .0000E+00 .0000E+00    0.3245 .9174E-02 .1815E-02    0.0000 .8051E-09 .1084E-0
  311         0.00  0.000  0.025  0.1511    0.0000 .0000E+00 .0000E+00    0.2959 .8366E-02 .1691E-02    0.0001 .4508E-08 .2545E-0
  312         0.00  0.000  0.024  0.1471    0.0000 .0000E+00 .0000E+00    0.2697 .7627E-02 .1576E-02    0.0001 .1058E-07 .3889E-0
  313         0.00  0.000  0.023  0.1432    0.0000 .0000E+00 .0000E+00    0.2458 .6950E-02 .1468E-02    0.0002 .1840E-07 .5125E-0
  314         0.26  0.000  0.033  0.1810    0.0000 .0000E+00 .0000E+00    0.2239 .6331E-02 .1367E-02    0.0002 .2748E-07 .6259E-0
  315         0.54  0.000  0.033  0.2655    0.0000 .0000E+00 .0000E+00    0.2039 .5765E-02 .1272E-02    0.0001 .1858E-07 .5465E-0
  316         0.12  0.000  0.072  0.2735    0.0000 .0000E+00 .0000E+00    0.1856 .5248E-02 .1184E-02    0.0003 .4389E-07 .1008E-0
  317         0.13  0.000  0.070  0.2834    0.0000 .0000E+00 .0000E+00    0.1689 .4775E-02 .1102E-02    0.0003 .5829E-07 .9107E-0
  318         0.00  0.000  0.070  0.2717    0.0000 .0000E+00 .0000E+00    0.1536 .4343E-02 .1025E-02    0.0003 .6880E-07 .9893E-0
  319         0.00  0.000  0.060  0.2617    0.0000 .0000E+00 .0000E+00    0.1396 .3948E-02 .9534E-03    0.0003 .7909E-07 .1061E-0
  320         0.00  0.000  0.045  0.2541    0.0000 .0000E+00 .0000E+00    0.1269 .3588E-02 .8863E-03    0.0004 .8902E-07 .1125E-0
  321  *      0.00  0.000  0.035  0.2483    0.0000 .0000E+00 .0000E+00    0.1153 .3260E-02 .8237E-03    0.0004 .9847E-07 .1183E-0
  322         0.83  0.013  0.048  0.3754    0.1052 .0000E+00 .6866E-02    0.1115 .3152E-02 .8030E-03    0.0004 .1010E-06 .1198E-0
  323         0.12  0.000  0.048  0.3821    2.3889 .0000E+00 .3181E-01    0.1438 .4067E-02 .9733E-03    0.0002 .3692E-07 .7686E-0
  324         0.00  0.000  0.050  0.3684    2.5097 .0000E+00 .3208E-01    0.2137 .6042E-02 .1318E-02    0.0003 .4714E-07 .9405E-0
  325         0.00  0.000  0.056  0.3537    2.3910 .0000E+00 .3182E-01    0.2777 .7852E-02 .1611E-02    0.0001 .1149E-07 .4053E-0
  326         0.00  0.000  0.054  0.3394    2.1995 .0000E+00 .3139E-01    0.3354 .9484E-02 .1861E-02    0.0000 .1074E-08 .1299E-0
  327         0.19  0.000  0.059  0.3561    1.9986 .0000E+00 .3095E-01    0.3871 .1095E-01 .2077E-02    0.0000 .6070E-09 .4646E-0
  328         0.00  0.000  0.051  0.3425    1.8856 .0000E+00 .3070E-01    0.4335 .1226E-01 .2266E-02    0.0000 .4243E-14 .1228E-0
  329         0.15  0.000  0.064  0.3516    1.9089 .0000E+00 .3075E-01    0.4757 .1345E-01 .2433E-02    0.0000 .0000E+00 .0000E+0
  330         0.00  0.000  0.059  0.3367    1.7945 .0000E+00 .3050E-01    0.5141 .1454E-01 .2582E-02    0.0000 .0000E+00 .0000E+0
  331         0.00  0.000  0.047  0.3238    1.6398 .0000E+00 .3016E-01    0.5486 .1551E-01 .2714E-02    0.0000 .0000E+00 .0000E+0
  332         0.73  0.010  0.056  0.4294    1.8996 .0000E+00 .3073E-01    0.5802 .1641E-01 .2833E-02    0.0000 .0000E+00 .0000E+0
  333         0.63  0.108  0.055  0.5010    4.7707 .0000E+00 .3708E-01    0.6164 .1743E-01 .2968E-02    0.0000 .0000E+00 .0000E+0
  334         0.00  0.000  0.050  0.4861    5.8464 .0000E+00 .3946E-01    0.6622 .1872E-01 .3136E-02    0.0000 .0000E+00 .0000E+0
  335         0.00  0.000  0.040  0.4730    5.4672 .0000E+00 .3862E-01    0.7072 .2000E-01 .3299E-02    0.0000 .0000E+00 .0000E+0
  336         0.00  0.000  0.048  0.4587    5.1088 .0000E+00 .3783E-01    0.7463 .2110E-01 .3439E-02    0.0000 .0000E+00 .0000E+0
  337  *      0.11  0.000  0.039  0.4558    4.8416 .0000E+00 .3724E-01    0.7803 .2206E-01 .3559E-02    0.0000 .0000E+00 .0000E+0
  338         0.02  0.000  0.048  0.4534    4.7402 .0000E+00 .3701E-01    0.8103 .2291E-01 .3664E-02    0.0000 .0000E+00 .0000E+0
  339         0.00  0.000  0.046  0.4396    4.5814 .0000E+00 .3666E-01    0.8371 .2367E-01 .3757E-02    0.0000 .0000E+00 .0000E+0
  340         0.00  0.000  0.038  0.4273    4.2981 .0000E+00 .3604E-01    0.8606 .2433E-01 .3838E-02    0.0000 .0000E+00 .0000E+0
  341         0.00  0.000  0.040  0.4147    4.0324 .0000E+00 .3545E-01    0.8804 .2489E-01 .3906E-02    0.0000 .0000E+00 .0000E+0
  342  *      0.00  0.000  0.029  0.4040    3.8066 .0000E+00 .3495E-01    0.8973 .2537E-01 .3963E-02    0.0000 .0000E+00 .0000E+0
  343  *      0.27  0.000  0.026  0.4015    3.6186 .0000E+00 .3453E-01    0.9115 .2577E-01 .4012E-02    0.0000 .0000E+00 .0000E+0
  344         0.00  0.000  0.019  0.4268    3.5955 .0000E+00 .3448E-01    0.9238 .2612E-01 .4054E-02    0.0000 .0000E+00 .0000E+0
  345         0.00  0.000  0.046  0.4164    3.8496 .0000E+00 .3504E-01    0.9355 .2645E-01 .4093E-02    0.0000 .0000E+00 .0000E+0
  346         0.42  0.001  0.054  0.4713    4.1431 .0000E+00 .3569E-01    0.9479 .2680E-01 .4135E-02    0.0000 .0000E+00 .0000E+0
  347         0.00  0.000  0.038  0.4587    5.0831 .0000E+00 .3777E-01    0.9623 .2721E-01 .4184E-02    0.0000 .0000E+00 .0000E+0
  348         0.00  0.000  0.049  0.4443    4.7753 .0000E+00 .3709E-01    0.9783 .2766E-01 .4237E-02    0.0000 .0000E+00 .0000E+0
  349         0.00  0.000  0.050  0.4298    4.4723 .0000E+00 .3642E-01    0.9911 .2802E-01 .4280E-02    0.0000 .0000E+00 .0000E+0
  350         0.01  0.000  0.052  0.4169    4.1747 .0000E+00 .3576E-01    1.0012 .2831E-01 .4314E-02    0.0000 .0000E+00 .0000E+0
  351         0.34  0.000  0.050  0.4593    4.1332 .0000E+00 .3567E-01    1.0093 .2854E-01 .4341E-02    0.0000 .0000E+00 .0000E+0
  352  *      1.21  0.000  0.029  0.4563    4.8597 .0000E+00 .3728E-01    1.0181 .2879E-01 .4370E-02    0.0000 .0000E+00 .0000E+0
  353  *      0.00  0.000  0.035  0.4535    4.7532 .0000E+00 .3704E-01    1.0286 .2908E-01 .4405E-02    0.0000 .0000E+00 .0000E+0
  354         0.17  0.178  0.000  0.5010    5.3775 .0000E+00 .3842E-01    1.0392 .2939E-01 .4440E-02    0.0000 .0000E+00 .0000E+0
  355         0.00  0.490  0.000  0.4977    5.9656 .0000E+00 .3972E-01    1.0525 .2976E-01 .4484E-02    0.0000 .0000E+00 .0000E+0
  356         0.75  0.955  0.000  0.5010    5.9771 .0000E+00 .3975E-01    1.0668 .3016E-01 .4531E-02    0.0000 .0000E+00 .0000E+0
  357         0.00  0.000  0.038  0.4880    5.8662 .0000E+00 .3950E-01    1.0797 .3053E-01 .4573E-02    0.0000 .0000E+00 .0000E+0
  358  *      0.00  0.000  0.031  0.4764    5.5327 .0000E+00 .3876E-01    1.0904 .3083E-01 .4608E-02    0.0000 .1845E-10 .3816E-0
  359  *      0.66  0.000  0.033  0.4733    5.3005 .0000E+00 .3825E-01    1.0986 .3106E-01 .4635E-02    0.0000 .1439E-08 .1478E-0
  360  *      0.00  0.000  0.032  0.4703    5.2149 .0000E+00 .3806E-01    1.1050 .3125E-01 .4656E-02    0.0001 .4820E-08 .2684E-0
  361  *      0.00  0.000  0.027  0.4672    5.1305 .0000E+00 .3788E-01    1.1105 .3140E-01 .4674E-02    0.0001 .5177E-08 .2812E-0
  362  *      0.00  0.000  0.032  0.4642    5.0469 .0000E+00 .3769E-01    1.1150 .3153E-01 .4688E-02    0.0002 .1633E-07 .4881E-0
  363  *      0.07  0.000  0.000  0.4613    4.9649 .0000E+00 .3751E-01    1.1187 .3163E-01 .4700E-02    0.0002 .2782E-07 .7925E-0
  364         0.00  0.001  0.009  0.4994    5.2217 .0000E+00 .3808E-01    1.1223 .3173E-01 .4712E-02    0.0003 .4167E-07 .7779E-0
  365         0.00  0.162  0.020  0.5010    5.9890 .0000E+00 .3977E-01    1.1282 .3190E-01 .4731E-02    0.0003 .5571E-07 .8983E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   15
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    5.64    2.94    2.73    2.38    3.14    1.18
                                  3.37    3.08    0.43    1.73    3.70    4.03



 
 RUNOFF                           5.265   2.345   2.062   0.027   0.394   0.000
                                  0.070   0.049   0.000   0.014   0.131   1.787
 
 EVAPOTRANSPIRATION               0.497   0.550   2.107   2.063   2.108   1.481
                                  3.156   2.466   0.638   1.255   1.356   1.000
 
 PERCOLATION/LEAKAGE THROUGH      0.4483  0.0443  0.5274  0.3023  0.3375  0.0000
   LAYER  2                       0.0561  0.1570  0.0000  0.4611  0.3943  1.1540
 
 LATERAL DRAINAGE COLLECTED       0.6621  0.0865  0.2690  0.3063  0.3036  0.1126
   FROM LAYER  3                  0.0432  0.0719  0.0573  0.2262  0.2801  0.8583
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1058  0.0217  0.0508  0.0582  0.0581  0.0261
   LAYER  4                       0.0129  0.0164  0.0155  0.0415  0.0540  0.1313
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1053  0.1048  0.0462  0.0503  0.0547  0.0761
   LAYER  7                       0.0580  0.0367  0.0337  0.0183  0.0122  0.0037
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            1.023   0.001   1.226   0.358   0.570   0.000
   TOP OF LAYER  2                0.005   0.163   0.000   0.557   1.045   4.836
 
 STD. DEVIATION OF DAILY          1.966   0.002   1.544   0.559   0.931   0.000
   HEAD ON TOP OF LAYER  2        0.014   0.390   0.000   0.728   1.525   0.697
 
 AVERAGE DAILY HEAD ON            0.755   0.109   0.307   0.361   0.346   0.133
   TOP OF LAYER  4                0.049   0.082   0.068   0.258   0.330   0.979
 
 STD. DEVIATION OF DAILY          0.320   0.055   0.248   0.146   0.151   0.105
   HEAD ON TOP OF LAYER  4        0.029   0.115   0.055   0.259   0.164   0.120
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.000   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   15
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           34.35         311726.281    100.00
 
   RUNOFF                                  12.144        110208.523     35.35
 
   EVAPOTRANSPIRATION                      18.677        169497.312     54.37
 
   PERC./LEAKAGE THROUGH LAYER  2           3.882325      35232.098     11.30
 
   AVG. HEAD ON TOP OF LAYER  2             0.8153
 
   DRAINAGE COLLECTED FROM LAYER  3         3.2772        29740.246      9.54
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.592497       5376.912      1.72
 
   AVG. HEAD ON TOP OF LAYER  4             0.3148
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            0.942      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.600012       5445.112      1.75
 
   AVG. HEAD ON TOP OF LAYER  7             0.0005
 
   CHANGE IN WATER STORAGE                 -0.349         -3165.830     -1.02
 
   SOIL WATER AT START OF YEAR            285.818       2593801.250
 
   SOIL WATER AT END OF YEAR              285.929       2594805.250
 
   SNOW WATER AT START OF YEAR              0.459          4169.763      1.34
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.029      0.00
 
 *******************************************************************************



    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   16
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.000  0.045  0.4869    5.8546 .0000E+00 .3948E-01    1.1361 .3212E-01 .4757E-02    0.0003 .7085E-07 .1012E-0
    2         0.00  0.000  0.044  0.4732    5.4826 .0000E+00 .3865E-01    1.1421 .3229E-01 .4776E-02    0.0002 .4432E-07 .8356E-0
    3  *      0.00  0.000  0.041  0.4600    5.1256 .0000E+00 .3786E-01    1.1454 .3239E-01 .4787E-02    0.0004 .1046E-06 .1227E-0
    4         0.00  0.000  0.045  0.4464    4.8150 .0000E+00 .3718E-01    1.1465 .3242E-01 .4791E-02    0.0004 .1280E-06 .1357E-0
    5         0.00  0.000  0.048  0.4323    4.5215 .0000E+00 .3653E-01    1.1458 .3240E-01 .4788E-02    0.0005 .1547E-06 .1491E-0
    6  *      0.00  0.000  0.039  0.4199    4.2354 .0000E+00 .3590E-01    1.1434 .3233E-01 .4781E-02    0.0005 .1843E-06 .1628E-0
    7  *      0.21  0.000  0.036  0.4172    4.0058 .0000E+00 .3539E-01    1.1398 .3223E-01 .4769E-02    0.0006 .2169E-06 .1765E-0
    8  *      0.55  0.000  0.000  0.4147    3.8434 .0000E+00 .3503E-01    1.1352 .3210E-01 .4754E-02    0.0006 .2518E-06 .1902E-0
    9         0.10  0.000  0.000  0.4425    3.8013 .0000E+00 .3494E-01    1.1304 .3196E-01 .4739E-02    0.0007 .2887E-06 .2035E-0
   10         0.00  0.000  0.042  0.4398    4.4210 .0000E+00 .3631E-01    1.1272 .3187E-01 .4728E-02    0.0007 .3258E-06 .2161E-0
   11         0.00  0.000  0.012  0.4794    4.6148 .0000E+00 .3674E-01    1.1268 .3186E-01 .4727E-02    0.0007 .3613E-06 .2859E-0
   12         0.83  0.681  0.000  0.5010    5.8443 .0000E+00 .3945E-01    1.1299 .3195E-01 .4737E-02    0.0008 .4017E-06 .2397E-0
   13         0.00  0.188  0.028  0.4944    5.9313 .0000E+00 .3965E-01    1.1373 .3216E-01 .4761E-02    0.0008 .4290E-06 .2477E-0
   14         0.00  0.000  0.049  0.4797    5.6715 .0000E+00 .3907E-01    1.1438 .3234E-01 .4782E-02    0.0008 .4579E-06 .2558E-0
   15  *      0.00  0.000  0.042  0.4663    5.2967 .0000E+00 .3824E-01    1.1481 .3246E-01 .4796E-02    0.0004 .2402E-06 .1975E-0
   16         0.00  0.000  0.055  0.4509    4.9401 .0000E+00 .3745E-01    1.1499 .3251E-01 .4802E-02    0.0009 .5162E-06 .2715E-0
   17         0.00  0.000  0.053  0.4360    4.6179 .0000E+00 .3674E-01    1.1495 .3250E-01 .4801E-02    0.0009 .5529E-06 .2810E-0
   18         0.00  0.000  0.051  0.4214    4.3098 .0000E+00 .3606E-01    1.1474 .3244E-01 .4794E-02    0.0010 .5919E-06 .2908E-0
   19         0.00  0.000  0.055  0.4064    4.0079 .0000E+00 .3539E-01    1.1437 .3234E-01 .4782E-02    0.0010 .6328E-06 .3007E-0
   20         0.07  0.000  0.063  0.4019    3.7629 .0000E+00 .3485E-01    1.1386 .3220E-01 .4765E-02    0.0010 .6750E-06 .3895E-0
   21         0.00  0.000  0.054  0.3871    3.5562 .0000E+00 .3439E-01    1.1327 .3203E-01 .4746E-02    0.0011 .7298E-06 .3226E-0
   22         0.00  0.000  0.054  0.3724    3.3461 .0000E+00 .3393E-01    1.1260 .3184E-01 .4724E-02    0.0011 .7731E-06 .3320E-0
   23  *      0.00  0.000  0.039  0.3604    3.1429 .0000E+00 .3348E-01    1.1187 .3163E-01 .4701E-02    0.0011 .8161E-06 .3411E-0
   24  *      0.00  0.000  0.000  0.3549    2.9552 .0000E+00 .3307E-01    1.1109 .3141E-01 .4675E-02    0.0012 .8587E-06 .3498E-0
   25  *      0.00  0.000  0.000  0.3494    2.8034 .0000E+00 .3273E-01    1.1027 .3118E-01 .4648E-02    0.0012 .9003E-06 .3582E-0
   26  *      0.09  0.000  0.036  0.3473    2.6532 .0000E+00 .3240E-01    1.0943 .3094E-01 .4621E-02    0.0006 .4703E-06 .2741E-0
   27  *      0.00  0.000  0.035  0.3420    2.5044 .0000E+00 .3207E-01    1.0857 .3070E-01 .4593E-02    0.0012 .9680E-06 .3717E-0
   28  *  *   0.00  0.000  0.000  0.3371    1.3008 .0000E+00 .2941E-01    1.0747 .3039E-01 .4557E-02    0.0012 .1008E-05 .3793E-0
   29     *   0.00  0.000  0.000  0.3323    0.8154 .0000E+00 .2833E-01    1.0592 .2995E-01 .4506E-02    0.0013 .1052E-05 .3877E-0
   30  *  *   0.00  0.000  0.000  0.3277    0.6853 .0000E+00 .2805E-01    1.0430 .2949E-01 .4452E-02    0.0013 .1098E-05 .3959E-0
   31  *  *   0.00  0.000  0.000  0.3230    0.5566 .0000E+00 .2776E-01    1.0274 .2905E-01 .4401E-02    0.0013 .1140E-05 .4034E-0
   32  *  *   0.00  0.000  0.000  0.3185    0.4291 .0000E+00 .2748E-01    1.0123 .2862E-01 .4351E-02    0.0013 .1179E-05 .4101E-0
   33     *   0.00  0.000  0.000  0.3139    0.3030 .0000E+00 .2720E-01    0.9977 .2821E-01 .4302E-02    0.0014 .1213E-05 .4161E-0
   34     *   0.31  0.082  0.006  0.3464    0.1781 .0000E+00 .2693E-01    0.9836 .2781E-01 .4255E-02    0.0014 .1245E-05 .4213E-0
   35     *   0.00  0.000  0.000  0.3428    0.0545 .0000E+00 .2184E-01    0.9651 .2729E-01 .4193E-02    0.0014 .1278E-05 .4271E-0
   36     *   0.00  0.000  0.000  0.3428    0.0000 .0000E+00 .0000E+00    0.9183 .2597E-01 .4035E-02    0.0014 .1348E-05 .4396E-0
   37  *  *   0.00  0.000  0.000  0.3428    0.0000 .0000E+00 .0000E+00    0.8402 .2376E-01 .3767E-02    0.0015 .1474E-05 .4609E-0
   38  *  *   0.10  0.000  0.038  0.3428    0.0000 .0000E+00 .0000E+00    0.7686 .2173E-01 .3517E-02    0.0016 .1609E-05 .6019E-0
   39  *  *   0.00  0.000  0.048  0.3428    0.0000 .0000E+00 .0000E+00    0.7028 .1987E-01 .3283E-02    0.0017 .1770E-05 .5012E-0
   40  *  *   0.38  0.000  0.030  0.3428    0.0000 .0000E+00 .0000E+00    0.6426 .1817E-01 .3064E-02    0.0017 .1858E-05 .5134E-0
   41  *  *   0.00  0.000  0.038  0.3428    0.0000 .0000E+00 .0000E+00    0.5873 .1661E-01 .2860E-02    0.0017 .1927E-05 .5227E-0
   42  *  *   0.00  0.000  0.035  0.3428    0.0000 .0000E+00 .0000E+00    0.5366 .1517E-01 .2668E-02    0.0018 .1977E-05 .5295E-0
   43  *  *   0.39  0.000  0.000  0.3428    0.0000 .0000E+00 .0000E+00    0.4902 .1386E-01 .2489E-02    0.0018 .2012E-05 .5340E-0
   44  *  *   0.41  0.000  0.027  0.3428    0.0000 .0000E+00 .0000E+00    0.4477 .1266E-01 .2322E-02    0.0018 .2031E-05 .5365E-0
   45  *  *   0.59  0.000  0.025  0.3428    0.0000 .0000E+00 .0000E+00    0.4087 .1156E-01 .2165E-02    0.0009 .1019E-05 .4045E-0
   46  *  *   0.00  0.000  0.029  0.3428    0.0000 .0000E+00 .0000E+00    0.3730 .1055E-01 .2019E-02    0.0018 .2021E-05 .5369E-0
   47  *  *   0.00  0.000  0.035  0.3428    0.0000 .0000E+00 .0000E+00    0.3403 .9622E-02 .1882E-02    0.0018 .2010E-05 .5353E-0
   48  *  *   0.21  0.000  0.000  0.3428    0.0000 .0000E+00 .0000E+00    0.3104 .8776E-02 .1754E-02    0.0018 .1990E-05 .5326E-0
   49  *  *   0.57  0.000  0.000  0.3428    0.0000 .0000E+00 .0000E+00    0.2830 .8001E-02 .1635E-02    0.0017 .1964E-05 .5289E-0
   50     *   0.00  0.189  0.000  0.3785    0.0000 .0000E+00 .0000E+00    0.2579 .7293E-02 .1523E-02    0.0017 .1931E-05 .5245E-0
   51     *   0.00  0.542  0.000  0.4075    0.0000 .0000E+00 .0000E+00    0.2350 .6645E-02 .1418E-02    0.0017 .1894E-05 .5193E-0
   52  *  *   0.00  0.000  0.040  0.4075    0.0000 .0000E+00 .0000E+00    0.2140 .6052E-02 .1321E-02    0.0017 .1853E-05 .5136E-0
   53  *  *   0.00  0.000  0.038  0.4075    0.0000 .0000E+00 .0000E+00    0.1949 .5510E-02 .1229E-02    0.0017 .1795E-05 .6324E-0
   54  *  *   0.00  0.000  0.036  0.4075    0.0000 .0000E+00 .0000E+00    0.1773 .5014E-02 .1144E-02    0.0017 .1758E-05 .4991E-0
   55  *  *   0.00  0.000  0.034  0.4075    0.0000 .0000E+00 .0000E+00    0.1613 .4562E-02 .1064E-02    0.0016 .1710E-05 .4921E-0
   56     *   0.00  0.065  0.030  0.4137    0.0000 .0000E+00 .0000E+00    0.1467 .4148E-02 .9899E-03    0.0016 .1660E-05 .4849E-0
   57     *   0.00  0.469  0.000  0.4280    0.0000 .0000E+00 .0000E+00    0.1334 .3771E-02 .9205E-03    0.0016 .1610E-05 .4775E-0
   58  *  *   0.00  0.000  0.039  0.4280    0.0000 .0000E+00 .0000E+00    0.1212 .3426E-02 .8556E-03    0.0016 .1559E-05 .4700E-0
   59     *   0.00  0.217  0.047  0.4298    0.0000 .0000E+00 .0000E+00    0.1100 .3111E-02 .7951E-03    0.0008 .7545E-06 .3481E-0
   60     *   0.00  0.000  0.078  0.4298    0.0000 .0000E+00 .0000E+00    0.0999 .2825E-02 .7386E-03    0.0015 .1467E-05 .5692E-0
   61     *   0.00  0.000  0.000  0.4298    0.0000 .0000E+00 .0000E+00    0.0906 .2563E-02 .6858E-03    0.0015 .1411E-05 .4471E-0
   62     *   0.09  0.047  0.004  0.4361    0.0000 .0000E+00 .0000E+00    0.0822 .2324E-02 .6367E-03    0.0015 .1363E-05 .4395E-0
   63     *   0.64  0.589  0.004  0.4439    0.0000 .0000E+00 .0000E+00    0.0745 .2107E-02 .5908E-03    0.0014 .1316E-05 .4318E-0
   64     *   0.00  0.000  0.000  0.4439    0.0000 .0000E+00 .0000E+00    0.0675 .1909E-02 .5480E-03    0.0014 .1270E-05 .4243E-0
   65     *   0.00  0.000  0.000  0.4439    0.0000 .0000E+00 .0000E+00    0.0611 .1728E-02 .5081E-03    0.0014 .1225E-05 .4167E-0
   66     *   0.16  0.127  0.004  0.4486    0.0000 .0000E+00 .0000E+00    0.0553 .1564E-02 .4710E-03    0.0014 .1182E-05 .4093E-0
   67     *   0.00  0.000  0.000  0.4486    0.0000 .0000E+00 .0000E+00    0.0500 .1415E-02 .4363E-03    0.0013 .1140E-05 .4020E-0
   68     *   0.32  0.289  0.004  0.4530    0.0000 .0000E+00 .0000E+00    0.0452 .1279E-02 .4041E-03    0.0007 .5568E-06 .2970E-0
   69     *   0.00  0.000  0.000  0.4530    0.0000 .0000E+00 .0000E+00    0.0409 .1156E-02 .3740E-03    0.0013 .1067E-05 .3894E-0



   70         0.06  0.004  0.088  0.4430    3.6756 .0000E+00 .2803E-01    0.0647 .1830E-02 .5262E-03    0.0012 .9712E-06 .3691E-0
   71         0.01  0.000  0.088  0.4239    4.6013 .0000E+00 .3671E-01    0.1400 .3958E-02 .9527E-03    0.0011 .7728E-06 .3254E-0
   72         0.00  0.000  0.119  0.3980    4.2102 .0000E+00 .3584E-01    0.2218 .6271E-02 .1356E-02    0.0010 .5702E-06 .2791E-0
   73         0.05  0.000  0.091  0.3854    3.7885 .0000E+00 .3491E-01    0.2942 .8319E-02 .1683E-02    0.0008 .4249E-06 .2993E-0
   74         0.10  0.000  0.102  0.3792    3.4912 .0000E+00 .3425E-01    0.3583 .1013E-01 .1958E-02    0.0007 .2933E-06 .2042E-0
   75         0.00  0.000  0.100  0.3569    3.1909 .0000E+00 .3359E-01    0.4153 .1174E-01 .2192E-02    0.0006 .2307E-06 .1812E-0
   76  *      0.00  0.000  0.091  0.3362    2.9375 .0000E+00 .3303E-01    0.4659 .1317E-01 .2394E-02    0.0003 .9276E-07 .1217E-0
   77         0.00  0.000  0.094  0.3151    2.7162 .0000E+00 .3254E-01    0.5109 .1444E-01 .2569E-02    0.0005 .1653E-06 .1512E-0
   78         0.00  0.000  0.100  0.2930    2.4746 .0000E+00 .3200E-01    0.5507 .1557E-01 .2722E-02    0.0005 .1385E-06 .1386E-0
   79         0.00  0.000  0.121  0.2676    2.0772 .0000E+00 .3112E-01    0.5855 .1656E-01 .2853E-02    0.0004 .1193E-06 .1288E-0
   80         0.00  0.000  0.122  0.2422    1.7602 .0000E+00 .3042E-01    0.6153 .1740E-01 .2964E-02    0.0004 .1062E-06 .1218E-0
   81         0.00  0.000  0.150  0.2123    1.2801 .0000E+00 .2936E-01    0.6405 .1811E-01 .3057E-02    0.0004 .9776E-07 .1171E-0
   82         0.00  0.000  0.114  0.1885    0.8753 .0000E+00 .2847E-01    0.6609 .1869E-01 .3132E-02    0.0004 .9327E-07 .1146E-0
   83         0.00  0.000  0.107  0.1660    0.5524 .0000E+00 .2775E-01    0.6775 .1916E-01 .3192E-02    0.0004 .9191E-07 .1140E-0
   84         0.00  0.000  0.147  0.1415    0.0424 .0000E+00 .1288E-03    0.6641 .1878E-01 .3143E-02    0.0004 .1029E-06 .1219E-0
   85         0.52  0.000  0.087  0.2137    0.0000 .0000E+00 .0000E+00    0.6073 .1717E-01 .2934E-02    0.0005 .1416E-06 .1820E-0
   86         0.00  0.000  0.130  0.1920    0.0000 .0000E+00 .0000E+00    0.5549 .1569E-01 .2738E-02    0.0006 .2113E-06 .1736E-0
   87         0.00  0.000  0.097  0.1758    0.0000 .0000E+00 .0000E+00    0.5070 .1433E-01 .2554E-02    0.0006 .2651E-06 .1943E-0
   88         0.00  0.000  0.079  0.1627    0.0000 .0000E+00 .0000E+00    0.4630 .1309E-01 .2383E-02    0.0007 .3181E-06 .2128E-0
   89         0.76  0.002  0.066  0.2781    0.0000 .0000E+00 .0000E+00    0.4228 .1195E-01 .2222E-02    0.0008 .3690E-06 .2291E-0
   90         0.00  0.000  0.115  0.2588    0.0000 .0000E+00 .0000E+00    0.3859 .1091E-01 .2072E-02    0.0004 .2084E-06 .1827E-0
   91         0.00  0.000  0.122  0.2386    0.0000 .0000E+00 .0000E+00    0.3521 .9956E-02 .1932E-02    0.0008 .4440E-06 .2529E-0
   92         0.18  0.000  0.124  0.2480    0.0000 .0000E+00 .0000E+00    0.3212 .9081E-02 .1801E-02    0.0009 .4842E-06 .3307E-0
   93         0.08  0.000  0.155  0.2355    0.0000 .0000E+00 .0000E+00    0.2929 .8281E-02 .1678E-02    0.0009 .5373E-06 .2762E-0
   94         0.00  0.000  0.214  0.1999    0.0000 .0000E+00 .0000E+00    0.2670 .7549E-02 .1563E-02    0.0009 .5689E-06 .2842E-0
   95         0.37  0.000  0.150  0.2365    0.0000 .0000E+00 .0000E+00    0.2433 .6879E-02 .1456E-02    0.0010 .5962E-06 .2909E-0
   96         0.00  0.000  0.170  0.2081    0.0000 .0000E+00 .0000E+00    0.2216 .6266E-02 .1356E-02    0.0010 .6193E-06 .2965E-0
   97         0.00  0.000  0.111  0.1896    0.0000 .0000E+00 .0000E+00    0.2018 .5705E-02 .1262E-02    0.0010 .6385E-06 .3010E-0
   98         0.00  0.000  0.150  0.1647    0.0000 .0000E+00 .0000E+00    0.1837 .5193E-02 .1175E-02    0.0010 .6539E-06 .3046E-0
   99         0.00  0.000  0.145  0.1405    0.0000 .0000E+00 .0000E+00    0.1671 .4725E-02 .1093E-02    0.0010 .6658E-06 .3074E-0
  100         0.01  0.000  0.043  0.1350    0.0000 .0000E+00 .0000E+00    0.1520 .4297E-02 .1017E-02    0.0010 .6745E-06 .3094E-0
  101         0.09  0.000  0.012  0.1480    0.0000 .0000E+00 .0000E+00    0.1382 .3907E-02 .9457E-03    0.0010 .6802E-06 .3107E-0
  102         0.06  0.000  0.026  0.1537    0.0000 .0000E+00 .0000E+00    0.1256 .3550E-02 .8792E-03    0.0010 .6833E-06 .3113E-0
  103         0.00  0.000  0.030  0.1487    0.0000 .0000E+00 .0000E+00    0.1141 .3225E-02 .8171E-03    0.0010 .6839E-06 .3115E-0
  104         0.00  0.000  0.028  0.1440    0.0000 .0000E+00 .0000E+00    0.1036 .2928E-02 .7591E-03    0.0010 .6824E-06 .3111E-0
  105         0.00  0.000  0.027  0.1395    0.0000 .0000E+00 .0000E+00    0.0940 .2657E-02 .7050E-03    0.0010 .6790E-06 .3104E-0
  106         0.00  0.000  0.021  0.1361    0.0000 .0000E+00 .0000E+00    0.0852 .2410E-02 .6545E-03    0.0005 .3404E-06 .2325E-0
  107         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.0773 .2185E-02 .6074E-03    0.0010 .6665E-06 .3081E-0
  108         0.01  0.000  0.007  0.1357    0.0000 .0000E+00 .0000E+00    0.0700 .1980E-02 .5635E-03    0.0010 .6558E-06 .3823E-0
  109         0.55  0.000  0.025  0.2233    0.0000 .0000E+00 .0000E+00    0.0634 .1793E-02 .5226E-03    0.0010 .6507E-06 .3038E-0
  110         0.00  0.000  0.024  0.2192    0.0000 .0000E+00 .0000E+00    0.0574 .1623E-02 .4845E-03    0.0010 .6409E-06 .3015E-0
  111         0.00  0.000  0.026  0.2148    0.0000 .0000E+00 .0000E+00    0.0519 .1469E-02 .4489E-03    0.0010 .6304E-06 .2990E-0
  112         0.00  0.000  0.025  0.2106    0.0000 .0000E+00 .0000E+00    0.0470 .1328E-02 .4158E-03    0.0010 .6192E-06 .2964E-0
  113         0.00  0.000  0.025  0.2064    0.0000 .0000E+00 .0000E+00    0.0424 .1200E-02 .3849E-03    0.0010 .6075E-06 .2936E-0
  114         0.00  0.000  0.025  0.2022    0.0000 .0000E+00 .0000E+00    0.0383 .1084E-02 .3562E-03    0.0010 .5954E-06 .2906E-0
  115         0.00  0.000  0.025  0.1980    0.0000 .0000E+00 .0000E+00    0.0346 .9782E-03 .3295E-03    0.0010 .5830E-06 .2876E-0
  116         0.00  0.000  0.024  0.1939    0.0000 .0000E+00 .0000E+00    0.0312 .8823E-03 .3046E-03    0.0009 .5703E-06 .2845E-0
  117         0.00  0.000  0.024  0.1900    0.0000 .0000E+00 .0000E+00    0.0281 .7953E-03 .2815E-03    0.0009 .5576E-06 .2813E-0
  118         0.14  0.000  0.027  0.2088    0.0000 .0000E+00 .0000E+00    0.0253 .7164E-03 .2600E-03    0.0005 .2750E-06 .2090E-0
  119         0.00  0.000  0.023  0.2050    0.0000 .0000E+00 .0000E+00    0.0228 .6448E-03 .2400E-03    0.0009 .5340E-06 .2755E-0
  120         0.00  0.000  0.023  0.2012    0.0000 .0000E+00 .0000E+00    0.0205 .5800E-03 .2214E-03    0.0009 .5213E-06 .2722E-0
  121         0.00  0.000  0.023  0.1973    0.0000 .0000E+00 .0000E+00    0.0184 .5213E-03 .2041E-03    0.0009 .5086E-06 .2688E-0
  122         0.00  0.000  0.022  0.1936    0.0000 .0000E+00 .0000E+00    0.0166 .4682E-03 .1881E-03    0.0009 .4960E-06 .2655E-0
  123         0.00  0.000  0.022  0.1898    0.0000 .0000E+00 .0000E+00    0.0149 .4201E-03 .1733E-03    0.0009 .4835E-06 .2621E-0
  124         0.00  0.000  0.022  0.1862    0.0000 .0000E+00 .0000E+00    0.0133 .3767E-03 .1595E-03    0.0009 .4712E-06 .2587E-0
  125         0.00  0.000  0.023  0.1824    0.0000 .0000E+00 .0000E+00    0.0119 .3374E-03 .1467E-03    0.0008 .4570E-06 .3186E-0
  126         0.00  0.000  0.024  0.1785    0.0000 .0000E+00 .0000E+00    0.0107 .3020E-03 .1348E-03    0.0008 .4447E-06 .2512E-0
  127         0.00  0.000  0.023  0.1747    0.0000 .0000E+00 .0000E+00    0.0096 .2701E-03 .1238E-03    0.0004 .2165E-06 .1863E-0
  128         0.04  0.000  0.027  0.1768    0.0000 .0000E+00 .0000E+00    0.0085 .2413E-03 .1136E-03    0.0008 .4239E-06 .2454E-0
  129         0.03  0.000  0.027  0.1773    0.0000 .0000E+00 .0000E+00    0.0076 .2153E-03 .1042E-03    0.0008 .4127E-06 .2421E-0
  130         0.00  0.000  0.024  0.1733    0.0000 .0000E+00 .0000E+00    0.0068 .1920E-03 .9551E-04    0.0008 .4017E-06 .2389E-0
  131         0.00  0.000  0.023  0.1695    0.0000 .0000E+00 .0000E+00    0.0060 .1709E-03 .8746E-04    0.0008 .3910E-06 .2940E-0
  132         0.00  0.000  0.024  0.1655    0.0000 .0000E+00 .0000E+00    0.0054 .1521E-03 .8002E-04    0.0008 .3782E-06 .2317E-0
  133         0.00  0.000  0.026  0.1612    0.0000 .0000E+00 .0000E+00    0.0048 .1351E-03 .7314E-04    0.0008 .3681E-06 .2286E-0
  134         0.00  0.000  0.024  0.1571    0.0000 .0000E+00 .0000E+00    0.0042 .1199E-03 .6680E-04    0.0007 .3582E-06 .2255E-0
  135         0.17  0.000  0.028  0.1809    0.0000 .0000E+00 .0000E+00    0.0038 .1063E-03 .6095E-04    0.0007 .3486E-06 .2224E-0
  136         0.05  0.000  0.030  0.1842    0.0000 .0000E+00 .0000E+00    0.0033 .9410E-04 .5556E-04    0.0004 .1696E-06 .1649E-0
  137         0.00  0.000  0.028  0.1796    0.0000 .0000E+00 .0000E+00    0.0029 .8318E-04 .5059E-04    0.0007 .3322E-06 .2172E-0
  138         0.00  0.000  0.024  0.1756    0.0000 .0000E+00 .0000E+00    0.0026 .7343E-04 .4601E-04    0.0007 .3233E-06 .2143E-0
  139         0.00  0.000  0.026  0.1714    0.0000 .0000E+00 .0000E+00    0.0023 .6473E-04 .4181E-04    0.0007 .3147E-06 .2114E-0
  140         0.00  0.000  0.026  0.1670    0.0000 .0000E+00 .0000E+00    0.0020 .5697E-04 .3794E-04    0.0007 .3064E-06 .2086E-0
  141         0.51  0.000  0.031  0.2468    0.0000 .0000E+00 .0000E+00    0.0018 .5006E-04 .3439E-04    0.0007 .2983E-06 .2568E-0
  142         0.00  0.000  0.206  0.2126    0.0000 .0000E+00 .0000E+00    0.0016 .4392E-04 .3113E-04    0.0007 .2886E-06 .2024E-0
  143         0.00  0.000  0.203  0.1787    0.0000 .0000E+00 .0000E+00    0.0014 .3846E-04 .2815E-04    0.0007 .2810E-06 .1997E-0
  144         0.00  0.000  0.202  0.1450    0.0000 .0000E+00 .0000E+00    0.0012 .3362E-04 .2542E-04    0.0003 .1368E-06 .1481E-0
  145         0.00  0.000  0.048  0.1369    0.0000 .0000E+00 .0000E+00    0.0010 .2933E-04 .2292E-04    0.0006 .2682E-06 .1952E-0
  146         0.39  0.000  0.052  0.1933    0.0000 .0000E+00 .0000E+00    0.0009 .2553E-04 .2067E-04    0.0006 .2612E-06 .1926E-0
  147         0.03  0.000  0.054  0.1894    0.0000 .0000E+00 .0000E+00    0.0008 .2218E-04 .1849E-04    0.0006 .2545E-06 .1901E-0
  148         0.19  0.000  0.060  0.2110    0.0000 .0000E+00 .0000E+00    0.0007 .1923E-04 .1661E-04    0.0006 .2480E-06 .1877E-0
  149         0.01  0.000  0.063  0.2023    0.0000 .0000E+00 .0000E+00    0.0006 .1663E-04 .1488E-04    0.0006 .2417E-06 .1853E-0
  150         0.03  0.000  0.059  0.1974    0.0000 .0000E+00 .0000E+00    0.0005 .1435E-04 .1330E-04    0.0006 .2356E-06 .1829E-0
  151         0.00  0.000  0.060  0.1875    0.0000 .0000E+00 .0000E+00    0.0004 .1235E-04 .1187E-04    0.0006 .2296E-06 .1806E-0
  152         0.00  0.000  0.060  0.1775    0.0000 .0000E+00 .0000E+00    0.0004 .1060E-04 .1057E-04    0.0006 .2239E-06 .1783E-0
  153         0.15  0.000  0.063  0.1921    0.0000 .0000E+00 .0000E+00    0.0003 .9067E-05 .9388E-05    0.0006 .2183E-06 .1761E-0
  154         0.00  0.000  0.067  0.1808    0.0000 .0000E+00 .0000E+00    0.0003 .7734E-05 .8321E-05    0.0006 .2129E-06 .1739E-0
  155         0.00  0.000  0.070  0.1692    0.0000 .0000E+00 .0000E+00    0.0002 .6576E-05 .7356E-05    0.0006 .2071E-06 .2144E-0
  156         0.00  0.000  0.064  0.1586    0.0000 .0000E+00 .0000E+00    0.0002 .5572E-05 .6487E-05    0.0006 .2015E-06 .1691E-0
  157         0.09  0.000  0.078  0.1605    0.0000 .0000E+00 .0000E+00    0.0002 .4703E-05 .5704E-05    0.0006 .1966E-06 .1671E-0
  158         0.00  0.000  0.083  0.1466    0.0000 .0000E+00 .0000E+00    0.0001 .3955E-05 .5001E-05    0.0005 .1919E-06 .1651E-0
  159         0.00  0.000  0.061  0.1365    0.0000 .0000E+00 .0000E+00    0.0001 .3312E-05 .4370E-05    0.0005 .1873E-06 .1631E-0
  160         0.00  0.000  0.008  0.1351    0.0000 .0000E+00 .0000E+00    0.0001 .2760E-05 .3806E-05    0.0005 .1829E-06 .1612E-0
  161         1.35  0.110  0.086  0.3274    0.0000 .0000E+00 .0000E+00    0.0001 .2290E-05 .3303E-05    0.0005 .1786E-06 .1593E-0
  162         0.00  0.000  0.324  0.2699    0.5082 .0000E+00 .2102E-01    0.0209 .5907E-03 .2070E-03    0.0002 .6664E-07 .1031E-0
  163         0.00  0.000  0.292  0.2165    0.7872 .0000E+00 .2827E-01    0.0805 .2277E-02 .6234E-03    0.0004 .8721E-07 .1053E-0
  164         0.00  0.000  0.277  0.1657    0.4977 .0000E+00 .2763E-01    0.1458 .4122E-02 .9840E-03    0.0003 .3756E-07 .6763E-0
  165         0.00  0.000  0.184  0.1350    0.0293 .0000E+00 .0000E+00    0.1769 .5002E-02 .1142E-02    0.0002 .1724E-07 .4734E-0



  166         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1609 .4550E-02 .1062E-02    0.0002 .1700E-07 .6327E-0
  167         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1463 .4138E-02 .9880E-03    0.0002 .2552E-07 .6028E-0
  168         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1330 .3761E-02 .9187E-03    0.0002 .3210E-07 .6759E-0
  169         0.52  0.000  0.068  0.2104    0.0000 .0000E+00 .0000E+00    0.1209 .3417E-02 .8539E-03    0.0002 .3878E-07 .7428E-0
  170         0.00  0.000  0.199  0.1772    0.0000 .0000E+00 .0000E+00    0.1098 .3103E-02 .7935E-03    0.0001 .2271E-07 .6029E-0
  171         0.00  0.000  0.124  0.1566    0.0000 .0000E+00 .0000E+00    0.0996 .2817E-02 .7371E-03    0.0003 .4947E-07 .8456E-0
  172         0.00  0.000  0.110  0.1382    0.0000 .0000E+00 .0000E+00    0.0904 .2556E-02 .6845E-03    0.0003 .5578E-07 .1125E-0
  173         0.00  0.000  0.014  0.1358    0.0000 .0000E+00 .0000E+00    0.0820 .2318E-02 .6354E-03    0.0003 .6424E-07 .9557E-0
  174         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.0743 .2101E-02 .5896E-03    0.0003 .6994E-07 .9971E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0673 .1904E-02 .5469E-03    0.0003 .7527E-07 .1034E-0
  176         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0610 .1724E-02 .5071E-03    0.0004 .8024E-07 .1068E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0552 .1560E-02 .4700E-03    0.0004 .8481E-07 .1098E-0
  178         0.30  0.000  0.060  0.1751    0.0000 .0000E+00 .0000E+00    0.0499 .1411E-02 .4354E-03    0.0002 .4450E-07 .8442E-0
  179         0.03  0.000  0.085  0.1659    0.0000 .0000E+00 .0000E+00    0.0451 .1276E-02 .4032E-03    0.0004 .9120E-07 .1142E-0
  180         0.00  0.000  0.111  0.1473    0.0000 .0000E+00 .0000E+00    0.0408 .1152E-02 .3733E-03    0.0004 .9474E-07 .1164E-0
  181         0.45  0.000  0.109  0.2042    0.0000 .0000E+00 .0000E+00    0.0368 .1041E-02 .3453E-03    0.0004 .9790E-07 .1183E-0
  182         0.00  0.000  0.244  0.1635    0.0000 .0000E+00 .0000E+00    0.0332 .9389E-03 .3194E-03    0.0004 .1007E-06 .1499E-0
  183         0.00  0.000  0.140  0.1402    0.0000 .0000E+00 .0000E+00    0.0299 .8466E-03 .2952E-03    0.0004 .1043E-06 .1217E-0
  184         0.41  0.000  0.119  0.1887    0.0000 .0000E+00 .0000E+00    0.0270 .7629E-03 .2727E-03    0.0002 .5313E-07 .9226E-0
  185         0.52  0.000  0.153  0.2498    0.0000 .0000E+00 .0000E+00    0.0243 .6870E-03 .2518E-03    0.0004 .1071E-06 .1236E-0
  186         0.50  0.000  0.181  0.3031    0.0000 .0000E+00 .0000E+00    0.0219 .6182E-03 .2324E-03    0.0004 .1086E-06 .1245E-0
  187         0.00  0.000  0.222  0.2647    0.0074 .0000E+00 .8010E-02    0.0276 .7805E-03 .2766E-03    0.0004 .1032E-06 .1205E-0
  188         0.07  0.000  0.228  0.2363    0.0064 .0000E+00 .1254E-01    0.0501 .1418E-02 .4359E-03    0.0004 .8308E-07 .1065E-0
  189         1.03  0.044  0.172  0.3718    0.0019 .0000E+00 .3723E-03    0.0658 .1861E-02 .5374E-03    0.0003 .6438E-07 .9433E-0
  190         0.00  0.000  0.285  0.3193    1.6966 .0000E+00 .3028E-01    0.0902 .2551E-02 .6803E-03    0.0003 .4805E-07 .8074E-0
  191         0.00  0.000  0.281  0.2674    1.7310 .0000E+00 .3036E-01    0.1606 .4541E-02 .1059E-02    0.0002 .2126E-07 .4887E-0
  192         0.00  0.000  0.250  0.2208    1.3572 .0000E+00 .2953E-01    0.2241 .6337E-02 .1367E-02    0.0001 .3775E-08 .1721E-0
  193         0.00  0.000  0.252  0.1742    0.7725 .0000E+00 .2824E-01    0.2796 .7906E-02 .1619E-02    0.0000 .1895E-09 .2596E-0
  194         0.00  0.000  0.228  0.1350    0.1225 .0000E+00 .6852E-02    0.3070 .8681E-02 .1740E-02    0.0000 .0000E+00 .0000E+0
  195         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2909 .8227E-02 .1670E-02    0.0000 .0000E+00 .0000E+0
  196         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2652 .7499E-02 .1555E-02    0.0000 .0000E+00 .0000E+0
  197         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2417 .6833E-02 .1449E-02    0.0000 .8065E-09 .1080E-0
  198         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2201 .6224E-02 .1349E-02    0.0001 .3451E-08 .2224E-0
  199         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2004 .5667E-02 .1256E-02    0.0001 .7525E-08 .3279E-0
  200         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1824 .5158E-02 .1169E-02    0.0001 .1266E-07 .4250E-0
  201         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1660 .4693E-02 .1088E-02    0.0001 .9279E-08 .3850E-0
  202         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1510 .4268E-02 .1012E-02    0.0002 .2257E-07 .5759E-0
  203         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1372 .3880E-02 .9408E-03    0.0002 .2916E-07 .6527E-0
  204         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1247 .3526E-02 .8746E-03    0.0002 .3593E-07 .7229E-0
  205         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1133 .3203E-02 .8128E-03    0.0003 .4273E-07 .7871E-0
  206         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1028 .2908E-02 .7551E-03    0.0003 .4944E-07 .1060E-0
  207         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0933 .2639E-02 .7013E-03    0.0003 .5845E-07 .9116E-0
  208         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0846 .2393E-02 .6510E-03    0.0003 .6464E-07 .9587E-0
  209         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0767 .2170E-02 .6042E-03    0.0003 .7052E-07 .1001E-0
  210         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0695 .1966E-02 .5605E-03    0.0003 .7603E-07 .1040E-0
  211         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0630 .1781E-02 .5198E-03    0.0002 .4071E-07 .8062E-0
  212         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0570 .1612E-02 .4818E-03    0.0004 .8399E-07 .1097E-0
  213         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0516 .1458E-02 .4465E-03    0.0004 .8845E-07 .1126E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0466 .1318E-02 .4135E-03    0.0004 .9252E-07 .1151E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0421 .1191E-02 .3828E-03    0.0004 .9619E-07 .1173E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0381 .1076E-02 .3543E-03    0.0004 .9927E-07 .1491E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0343 .9711E-03 .3277E-03    0.0004 .1036E-06 .1214E-0
  218         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0310 .8758E-03 .3029E-03    0.0004 .1061E-06 .1228E-0
  219         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0279 .7894E-03 .2799E-03    0.0004 .1082E-06 .1240E-0
  220         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0251 .7110E-03 .2585E-03    0.0004 .1099E-06 .1250E-0
  221         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0226 .6400E-03 .2386E-03    0.0004 .1114E-06 .1258E-0
  222         1.11  0.048  0.101  0.2952    0.0000 .0000E+00 .0000E+00    0.0204 .5756E-03 .2201E-03    0.0002 .5630E-07 .9498E-0
  223         0.07  0.000  0.124  0.2840    0.1286 .0000E+00 .1355E-01    0.0317 .8973E-03 .3060E-03    0.0004 .1019E-06 .1192E-0
  224         3.98  2.485  0.162  0.5010    2.0204 .0000E+00 .3100E-01    0.0811 .2293E-02 .6260E-03    0.0003 .6602E-07 .9229E-0
  225         0.07  0.053  0.169  0.4692    5.6803 .0000E+00 .3909E-01    0.1621 .4582E-02 .1066E-02    0.0002 .2414E-07 .5134E-0
  226         0.00  0.000  0.240  0.4229    4.7841 .0000E+00 .3711E-01    0.2470 .6985E-02 .1472E-02    0.0001 .2955E-08 .1081E-0
  227         0.00  0.000  0.258  0.3741    3.9411 .0000E+00 .3525E-01    0.3197 .9040E-02 .1794E-02    0.0000 .4804E-11 .4133E-0
  228         0.00  0.000  0.228  0.3305    3.2235 .0000E+00 .3366E-01    0.3816 .1079E-01 .2055E-02    0.0000 .0000E+00 .0000E+0
  229         0.00  0.000  0.223  0.2879    2.5813 .0000E+00 .3224E-01    0.4344 .1228E-01 .2269E-02    0.0000 .0000E+00 .0000E+0
  230         0.00  0.000  0.221  0.2460    1.9199 .0000E+00 .3078E-01    0.4789 .1354E-01 .2445E-02    0.0000 .0000E+00 .0000E+0
  231         0.00  0.000  0.223  0.2039    1.2737 .0000E+00 .2935E-01    0.5160 .1459E-01 .2589E-02    0.0000 .0000E+00 .0000E+0
  232         0.00  0.000  0.228  0.1613    0.5514 .0000E+00 .2775E-01    0.5461 .1544E-01 .2704E-02    0.0000 .0000E+00 .0000E+0
  233         1.40  0.129  0.153  0.3471    0.0102 .0000E+00 .2966E-02    0.5465 .1545E-01 .2706E-02    0.0000 .0000E+00 .0000E+0
  234         0.09  0.000  0.214  0.3226    1.0170 .0000E+00 .2215E-01    0.5260 .1487E-01 .2628E-02    0.0000 .0000E+00 .0000E+0
  235         0.00  0.000  0.191  0.2859    1.5780 .0000E+00 .3002E-01    0.5459 .1544E-01 .2704E-02    0.0000 .0000E+00 .0000E+0
  236         0.00  0.000  0.201  0.2474    1.3723 .0000E+00 .2957E-01    0.5764 .1630E-01 .2819E-02    0.0000 .0000E+00 .0000E+0
  237         0.50  0.000  0.139  0.3027    1.1685 .0000E+00 .2912E-01    0.6031 .1705E-01 .2919E-02    0.0000 .0000E+00 .0000E+0
  238         0.00  0.000  0.189  0.2665    0.9784 .0000E+00 .2870E-01    0.6265 .1771E-01 .3006E-02    0.0000 .0000E+00 .0000E+0
  239         0.00  0.000  0.254  0.2194    0.8095 .0000E+00 .2832E-01    0.6469 .1829E-01 .3080E-02    0.0000 .0000E+00 .0000E+0
  240         0.00  0.000  0.205  0.1807    0.5862 .0000E+00 .2783E-01    0.6645 .1879E-01 .3145E-02    0.0000 .0000E+00 .0000E+0
  241         0.00  0.000  0.187  0.1476    0.1449 .0000E+00 .1150E-01    0.6636 .1876E-01 .3141E-02    0.0000 .0000E+00 .0000E+0
  242         0.06  0.000  0.109  0.1395    0.0000 .0000E+00 .0000E+00    0.6251 .1767E-01 .3000E-02    0.0000 .0000E+00 .0000E+0
  243         0.49  0.000  0.092  0.2058    0.0000 .0000E+00 .0000E+00    0.5713 .1615E-01 .2800E-02    0.0000 .0000E+00 .0000E+0
  244         0.24  0.000  0.134  0.2235    0.0000 .0000E+00 .0000E+00    0.5220 .1476E-01 .2612E-02    0.0000 .0000E+00 .0000E+0
  245         0.00  0.000  0.149  0.1987    0.0000 .0000E+00 .0000E+00    0.4767 .1348E-01 .2437E-02    0.0000 .0000E+00 .0000E+0
  246         0.00  0.000  0.149  0.1739    0.0000 .0000E+00 .0000E+00    0.4353 .1231E-01 .2273E-02    0.0000 .0000E+00 .0000E+0
  247         0.00  0.000  0.168  0.1460    0.0000 .0000E+00 .0000E+00    0.3974 .1124E-01 .2119E-02    0.0000 .8771E-09 .1135E-0
  248         0.00  0.000  0.058  0.1362    0.0000 .0000E+00 .0000E+00    0.3626 .1025E-01 .1976E-02    0.0001 .5724E-08 .2870E-0
  249         0.00  0.000  0.007  0.1350    0.0000 .0000E+00 .0000E+00    0.3308 .9354E-02 .1842E-02    0.0001 .6783E-08 .3327E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3017 .8531E-02 .1717E-02    0.0002 .2063E-07 .5567E-0
  251         0.49  0.000  0.079  0.2035    0.0000 .0000E+00 .0000E+00    0.2750 .7777E-02 .1599E-02    0.0002 .3245E-07 .6936E-0
  252         0.00  0.000  0.154  0.1780    0.0000 .0000E+00 .0000E+00    0.2507 .7088E-02 .1490E-02    0.0003 .4576E-07 .1032E-0
  253         0.00  0.000  0.170  0.1496    0.0000 .0000E+00 .0000E+00    0.2284 .6457E-02 .1388E-02    0.0003 .6478E-07 .9604E-0
  254         0.00  0.000  0.078  0.1367    0.0000 .0000E+00 .0000E+00    0.2080 .5880E-02 .1292E-02    0.0004 .7920E-07 .1062E-0
  255         0.00  0.000  0.008  0.1353    0.0000 .0000E+00 .0000E+00    0.1893 .5353E-02 .1202E-02    0.0004 .9351E-07 .1153E-0
  256         0.00  0.000  0.002  0.1350    0.0000 .0000E+00 .0000E+00    0.1723 .4871E-02 .1119E-02    0.0004 .1075E-06 .1236E-0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1567 .4431E-02 .1041E-02    0.0004 .1209E-06 .1311E-0
  258         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1425 .4029E-02 .9681E-03    0.0005 .1336E-06 .1378E-0
  259         0.18  0.000  0.071  0.1532    0.0000 .0000E+00 .0000E+00    0.1295 .3662E-02 .9001E-03    0.0005 .1455E-06 .1438E-0
  260         0.46  0.000  0.111  0.2114    0.0000 .0000E+00 .0000E+00    0.1176 .3326E-02 .8366E-03    0.0005 .1565E-06 .1491E-0
  261         0.03  0.000  0.105  0.1989    0.0000 .0000E+00 .0000E+00    0.1068 .3021E-02 .7773E-03    0.0005 .1666E-06 .1539E-0



  262         0.00  0.000  0.110  0.1806    0.0000 .0000E+00 .0000E+00    0.0970 .2742E-02 .7220E-03    0.0005 .1758E-06 .1581E-0
  263         0.00  0.000  0.121  0.1603    0.0000 .0000E+00 .0000E+00    0.0880 .2487E-02 .6704E-03    0.0005 .1841E-06 .1617E-0
  264         0.00  0.000  0.123  0.1398    0.0000 .0000E+00 .0000E+00    0.0798 .2255E-02 .6222E-03    0.0005 .1914E-06 .1649E-0
  265         0.00  0.000  0.024  0.1358    0.0000 .0000E+00 .0000E+00    0.0723 .2044E-02 .5773E-03    0.0006 .1979E-06 .1676E-0
  266         0.00  0.000  0.005  0.1350    0.0000 .0000E+00 .0000E+00    0.0655 .1852E-02 .5355E-03    0.0006 .2034E-06 .1700E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0593 .1676E-02 .4964E-03    0.0006 .2082E-06 .1720E-0
  268         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0536 .1517E-02 .4601E-03    0.0006 .2121E-06 .1736E-0
  269         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0485 .1372E-02 .4262E-03    0.0006 .2154E-06 .1749E-0
  270         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0439 .1240E-02 .3946E-03    0.0006 .2179E-06 .1759E-0
  271         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0396 .1120E-02 .3652E-03    0.0003 .1099E-06 .1327E-0
  272         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0358 .1011E-02 .3379E-03    0.0006 .2200E-06 .1771E-0
  273         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0323 .9122E-03 .3124E-03    0.0006 .2210E-06 .1775E-0
  274         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0291 .8224E-03 .2887E-03    0.0006 .2215E-06 .2219E-0
  275         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0262 .7409E-03 .2667E-03    0.0006 .2221E-06 .1776E-0
  276         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0236 .6671E-03 .2463E-03    0.0006 .2216E-06 .1774E-0
  277         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0212 .6002E-03 .2272E-03    0.0003 .1103E-06 .1330E-0
  278         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0191 .5395E-03 .2096E-03    0.0006 .2192E-06 .1766E-0
  279         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0171 .4847E-03 .1931E-03    0.0006 .2177E-06 .1760E-0
  280         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0154 .4350E-03 .1779E-03    0.0006 .2160E-06 .1753E-0
  281         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0138 .3902E-03 .1638E-03    0.0006 .2141E-06 .1745E-0
  282         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0124 .3496E-03 .1507E-03    0.0006 .2112E-06 .2168E-0
  283         0.70  0.000  0.049  0.2435    0.0000 .0000E+00 .0000E+00    0.0111 .3130E-03 .1385E-03    0.0006 .2093E-06 .1724E-0
  284         0.06  0.000  0.052  0.2449    0.0000 .0000E+00 .0000E+00    0.0099 .2800E-03 .1273E-03    0.0006 .2068E-06 .1714E-0
  285         0.00  0.000  0.028  0.2402    0.0000 .0000E+00 .0000E+00    0.0088 .2502E-03 .1168E-03    0.0003 .1027E-06 .1279E-0
  286         0.00  0.000  0.025  0.2360    0.0000 .0000E+00 .0000E+00    0.0079 .2234E-03 .1072E-03    0.0006 .2017E-06 .1694E-0
  287         0.00  0.000  0.025  0.2319    0.0000 .0000E+00 .0000E+00    0.0070 .1992E-03 .9824E-04    0.0006 .1988E-06 .1681E-0
  288         0.00  0.000  0.025  0.2278    0.0000 .0000E+00 .0000E+00    0.0063 .1775E-03 .8998E-04    0.0006 .1959E-06 .1669E-0
  289         0.00  0.000  0.024  0.2238    0.0000 .0000E+00 .0000E+00    0.0056 .1579E-03 .8235E-04    0.0005 .1929E-06 .1656E-0
  290         0.00  0.000  0.023  0.2200    0.0000 .0000E+00 .0000E+00    0.0050 .1404E-03 .7530E-04    0.0005 .1898E-06 .1643E-0
  291         0.00  0.000  0.022  0.2164    0.0000 .0000E+00 .0000E+00    0.0044 .1246E-03 .6879E-04    0.0005 .1868E-06 .1629E-0
  292         0.00  0.000  0.021  0.2129    0.0000 .0000E+00 .0000E+00    0.0039 .1105E-03 .6278E-04    0.0005 .1836E-06 .1616E-0
  293         0.00  0.000  0.021  0.2094    0.0000 .0000E+00 .0000E+00    0.0035 .9787E-04 .5724E-04    0.0005 .1805E-06 .1602E-0
  294         0.00  0.000  0.021  0.2059    0.0000 .0000E+00 .0000E+00    0.0031 .8656E-04 .5214E-04    0.0005 .1774E-06 .1588E-0
  295         0.00  0.000  0.020  0.2026    0.0000 .0000E+00 .0000E+00    0.0027 .7645E-04 .4744E-04    0.0005 .1743E-06 .1574E-0
  296         0.05  0.000  0.043  0.2039    0.0000 .0000E+00 .0000E+00    0.0024 .6742E-04 .4312E-04    0.0005 .1711E-06 .1560E-0
  297         0.10  0.000  0.046  0.2128    0.0000 .0000E+00 .0000E+00    0.0021 .5937E-04 .3915E-04    0.0005 .1680E-06 .1545E-0
  298         0.71  0.001  0.047  0.3230    0.0000 .0000E+00 .0000E+00    0.0018 .5220E-04 .3550E-04    0.0005 .1650E-06 .1911E-0
  299         1.53  0.374  0.057  0.5010    2.1008 .0000E+00 .3118E-01    0.0325 .9196E-03 .2948E-03    0.0004 .1106E-06 .1254E-0
  300         0.00  0.000  0.051  0.4859    5.8439 .0000E+00 .3945E-01    0.1185 .3350E-02 .8372E-03    0.0001 .1753E-07 .5298E-0
  301         0.00  0.000  0.077  0.4666    5.4026 .0000E+00 .3848E-01    0.2092 .5914E-02 .1296E-02    0.0002 .1417E-07 .4315E-0
  302         0.00  0.000  0.064  0.4497    4.9413 .0000E+00 .3746E-01    0.2894 .8184E-02 .1662E-02    0.0000 .0000E+00 .0000E+0
  303         0.00  0.000  0.067  0.4325    4.5893 .0000E+00 .3668E-01    0.3605 .1019E-01 .1967E-02    0.0000 .0000E+00 .0000E+0
  304         0.83  0.318  0.063  0.5010    5.1402 .0000E+00 .3790E-01    0.4255 .1203E-01 .2233E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.047  0.4866    5.8514 .0000E+00 .3947E-01    0.4885 .1381E-01 .2483E-02    0.0000 .0000E+00 .0000E+0
  306         0.00  0.000  0.061  0.4700    5.4467 .0000E+00 .3857E-01    0.5480 .1549E-01 .2711E-02    0.0000 .0000E+00 .0000E+0
  307         0.00  0.000  0.057  0.4542    5.0242 .0000E+00 .3764E-01    0.6000 .1697E-01 .2907E-02    0.0000 .0000E+00 .0000E+0
  308         0.75  0.375  0.056  0.5010    5.4727 .0000E+00 .3863E-01    0.6473 .1830E-01 .3082E-02    0.0000 .0000E+00 .0000E+0
  309         0.11  0.093  0.052  0.4887    5.8726 .0000E+00 .3952E-01    0.6930 .1960E-01 .3248E-02    0.0000 .0000E+00 .0000E+0
  310         0.03  0.000  0.051  0.4787    5.5669 .0000E+00 .3884E-01    0.7358 .2080E-01 .3401E-02    0.0000 .0000E+00 .0000E+0
  311  *      0.11  0.000  0.042  0.4756    5.3613 .0000E+00 .3839E-01    0.7734 .2187E-01 .3535E-02    0.0000 .0000E+00 .0000E+0
  312         0.00  0.000  0.058  0.4676    5.2280 .0000E+00 .3809E-01    0.8069 .2282E-01 .3652E-02    0.0000 .0000E+00 .0000E+0
  313         0.00  0.000  0.037  0.4552    4.9748 .0000E+00 .3753E-01    0.8366 .2366E-01 .3755E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.043  0.4418    4.6895 .0000E+00 .3690E-01    0.8623 .2438E-01 .3844E-02    0.0000 .0000E+00 .0000E+0
  315         0.00  0.000  0.044  0.4284    4.4035 .0000E+00 .3627E-01    0.8843 .2500E-01 .3919E-02    0.0000 .0000E+00 .0000E+0
  316         0.00  0.000  0.040  0.4159    4.1236 .0000E+00 .3565E-01    0.9028 .2553E-01 .3982E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.045  0.4025    3.8683 .0000E+00 .3508E-01    0.9182 .2596E-01 .4035E-02    0.0000 .0000E+00 .0000E+0
  318         0.00  0.000  0.066  0.3859    3.6279 .0000E+00 .3455E-01    0.9309 .2632E-01 .4078E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.068  0.3689    3.3693 .0000E+00 .3398E-01    0.9412 .2661E-01 .4113E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.067  0.3521    3.1116 .0000E+00 .3341E-01    0.9491 .2684E-01 .4139E-02    0.0000 .0000E+00 .0000E+0
  321         0.00  0.000  0.089  0.3318    2.8676 .0000E+00 .3287E-01    0.9549 .2700E-01 .4159E-02    0.0000 .0000E+00 .0000E+0
  322         0.52  0.000  0.082  0.3993    2.6504 .0000E+00 .3239E-01    0.9589 .2711E-01 .4172E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.069  0.3823    3.0270 .0000E+00 .3322E-01    0.9626 .2722E-01 .4185E-02    0.0000 .0000E+00 .0000E+0
  324         0.00  0.000  0.052  0.3681    2.8913 .0000E+00 .3292E-01    0.9670 .2734E-01 .4200E-02    0.0000 .0000E+00 .0000E+0
  325         0.00  0.000  0.045  0.3552    2.6998 .0000E+00 .3250E-01    0.9702 .2743E-01 .4210E-02    0.0000 .0000E+00 .0000E+0
  326         0.00  0.000  0.046  0.3421    2.5136 .0000E+00 .3209E-01    0.9720 .2748E-01 .4216E-02    0.0000 .0000E+00 .0000E+0
  327         0.00  0.000  0.035  0.3310    2.3318 .0000E+00 .3169E-01    0.9727 .2750E-01 .4218E-02    0.0000 .0000E+00 .0000E+0
  328         0.00  0.000  0.036  0.3198    2.1574 .0000E+00 .3130E-01    0.9722 .2749E-01 .4217E-02    0.0000 .0000E+00 .0000E+0
  329         0.00  0.000  0.035  0.3087    1.9661 .0000E+00 .3088E-01    0.9707 .2745E-01 .4212E-02    0.0000 .0000E+00 .0000E+0
  330         0.00  0.000  0.034  0.2979    1.8268 .0000E+00 .3057E-01    0.9684 .2738E-01 .4204E-02    0.0000 .0000E+00 .0000E+0
  331  *      0.00  0.000  0.032  0.2876    1.6730 .0000E+00 .3023E-01    0.9654 .2730E-01 .4194E-02    0.0000 .0000E+00 .0000E+0
  332         0.00  0.000  0.035  0.2768    1.5209 .0000E+00 .2989E-01    0.9618 .2719E-01 .4182E-02    0.0000 .0000E+00 .0000E+0
  333         0.00  0.000  0.037  0.2658    1.3694 .0000E+00 .2956E-01    0.9576 .2708E-01 .4168E-02    0.0000 .0000E+00 .0000E+0
  334         0.00  0.000  0.050  0.2527    1.2169 .0000E+00 .2922E-01    0.9529 .2694E-01 .4152E-02    0.0000 .0000E+00 .0000E+0
  335         0.00  0.000  0.045  0.2404    1.0464 .0000E+00 .2885E-01    0.9476 .2679E-01 .4134E-02    0.0000 .0000E+00 .0000E+0
  336         0.00  0.000  0.052  0.2270    0.9169 .0000E+00 .2856E-01    0.9419 .2663E-01 .4115E-02    0.0000 .0000E+00 .0000E+0
  337         0.17  0.000  0.057  0.2411    0.7786 .0000E+00 .2825E-01    0.9359 .2646E-01 .4095E-02    0.0000 .0000E+00 .0000E+0
  338         0.00  0.000  0.037  0.2302    0.6427 .0000E+00 .2795E-01    0.9296 .2629E-01 .4073E-02    0.0000 .3234E-10 .1905E-0
  339         1.48  0.183  0.061  0.4317    0.5423 .0000E+00 .2773E-01    0.9231 .2610E-01 .4051E-02    0.0000 .1237E-08 .1377E-0
  340         0.01  0.000  0.055  0.4183    4.0227 .0000E+00 .3543E-01    0.9245 .2614E-01 .4056E-02    0.0001 .4205E-08 .2496E-0
  341         0.00  0.000  0.055  0.4032    4.0249 .0000E+00 .3543E-01    0.9381 .2652E-01 .4102E-02    0.0001 .7323E-08 .3238E-0
  342         0.00  0.000  0.046  0.3897    3.8660 .0000E+00 .3508E-01    0.9503 .2687E-01 .4143E-02    0.0001 .1077E-07 .3932E-0
  343         0.03  0.000  0.059  0.3791    3.6589 .0000E+00 .3462E-01    0.9604 .2716E-01 .4177E-02    0.0002 .1538E-07 .4704E-0
  344  *      0.01  0.000  0.040  0.3684    3.4372 .0000E+00 .3413E-01    0.9685 .2738E-01 .4204E-02    0.0002 .2142E-07 .5555E-0
  345  *      0.00  0.000  0.029  0.3578    3.2589 .0000E+00 .3374E-01    0.9747 .2756E-01 .4225E-02    0.0002 .2909E-07 .6475E-0
  346  *      0.00  0.000  0.026  0.3479    3.0999 .0000E+00 .3339E-01    0.9794 .2769E-01 .4241E-02    0.0002 .3848E-07 .7447E-0
  347  *      0.93  0.000  0.032  0.3457    2.9428 .0000E+00 .3304E-01    0.9829 .2779E-01 .4253E-02    0.0003 .4968E-07 .8459E-0
  348  *      0.01  0.000  0.030  0.3435    2.7911 .0000E+00 .3270E-01    0.9851 .2785E-01 .4260E-02    0.0003 .6273E-07 .9504E-0
  349         0.00  0.000  0.038  0.3414    2.6410 .0000E+00 .3237E-01    0.9863 .2789E-01 .4264E-02    0.0003 .7767E-07 .1057E-0
  350         0.00  0.000  0.002  0.3885    2.4924 .0000E+00 .3204E-01    0.9866 .2790E-01 .4265E-02    0.0004 .9448E-07 .1474E-0
  351         0.00  0.000  0.010  0.4245    3.1962 .0000E+00 .3360E-01    0.9878 .2793E-01 .4269E-02    0.0004 .1170E-06 .1296E-0
  352  *      0.00  0.000  0.030  0.4219    3.9360 .0000E+00 .3523E-01    0.9931 .2808E-01 .4287E-02    0.0005 .1337E-06 .1386E-0
  353  *      0.00  0.000  0.036  0.4194    3.8387 .0000E+00 .3502E-01    1.0003 .2828E-01 .4311E-02    0.0005 .1501E-06 .1467E-0
  354  *      0.00  0.000  0.032  0.4169    3.7486 .0000E+00 .3482E-01    1.0064 .2846E-01 .4331E-02    0.0003 .8400E-07 .1154E-0
  355  *      0.00  0.000  0.035  0.4133    3.6754 .0000E+00 .3466E-01    1.0116 .2860E-01 .4348E-02    0.0005 .1831E-06 .1618E-0
  356  *      0.52  0.000  0.029  0.4108    3.6104 .0000E+00 .3451E-01    1.0159 .2872E-01 .4363E-02    0.0006 .2037E-06 .1707E-0
  357  *      0.06  0.000  0.030  0.4084    3.5214 .0000E+00 .3432E-01    1.0194 .2882E-01 .4374E-02    0.0006 .2257E-06 .1796E-0



  358  *      0.00  0.000  0.028  0.4060    3.4427 .0000E+00 .3414E-01    1.0221 .2890E-01 .4383E-02    0.0006 .2524E-06 .2374E-0
  359  *      0.00  0.000  0.035  0.4036    3.3739 .0000E+00 .3399E-01    1.0242 .2896E-01 .4390E-02    0.0007 .2798E-06 .2001E-0
  360  *      0.14  0.000  0.000  0.4012    3.3079 .0000E+00 .3385E-01    1.0257 .2900E-01 .4395E-02    0.0007 .3060E-06 .2092E-0
  361         0.00  0.000  0.034  0.4048    3.2321 .0000E+00 .3368E-01    1.0267 .2903E-01 .4399E-02    0.0007 .3331E-06 .2182E-0
  362         0.00  0.000  0.000  0.4672    3.9660 .0000E+00 .3530E-01    1.0290 .2910E-01 .4406E-02    0.0007 .3592E-06 .2266E-0
  363         0.00  0.000  0.053  0.4522    4.9751 .0000E+00 .3753E-01    1.0359 .2929E-01 .4429E-02    0.0008 .3809E-06 .2333E-0
  364         0.00  0.000  0.038  0.4397    4.7665 .0000E+00 .3707E-01    1.0454 .2956E-01 .4460E-02    0.0004 .1963E-06 .1785E-0
  365  *      0.18  0.000  0.036  0.4368    4.5691 .0000E+00 .3663E-01    1.0529 .2977E-01 .4485E-02    0.0008 .4175E-06 .2439E-0
  366         0.71  0.411  0.000  0.5010    5.2570 .0000E+00 .3816E-01    1.0606 .2999E-01 .4510E-02    0.0008 .4395E-06 .2502E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   16
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    1.85    2.96    2.71    1.49    1.45    2.89
                                  2.53    8.01    1.16    3.98    1.52    4.25
 
 RUNOFF                           0.869   1.565   1.059   0.000   0.000   0.110
                                  0.044   2.715   0.000   0.693   0.468   0.594
 
 EVAPOTRANSPIRATION               0.963   0.651   2.350   1.738   1.569   2.788
                                  2.510   4.245   1.691   0.917   1.509   1.045
 
 PERCOLATION/LEAKAGE THROUGH      1.0865  0.1034  0.4481  0.0000  0.0000  0.0769
   LAYER  2                       0.1462  0.5199  0.0000  0.2606  1.0213  1.0470
 
 LATERAL DRAINAGE COLLECTED       0.9835  0.3806  0.3033  0.0944  0.0042  0.0518
   FROM LAYER  3                  0.1131  0.2998  0.1421  0.0610  0.7489  0.8687
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1460  0.0666  0.0562  0.0228  0.0021  0.0137
   LAYER  4                       0.0267  0.0547  0.0312  0.0137  0.1172  0.1327
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0822  0.1438  0.0787  0.0884  0.0679  0.0349
   LAYER  7                       0.0215  0.0137  0.0369  0.0424  0.0000  0.0383
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            3.852   0.033   1.215   0.000   0.000   0.061
   TOP OF LAYER  2                0.184   1.089   0.000   1.093   3.397   3.275
 
 STD. DEVIATION OF DAILY          1.517   0.100   1.587   0.000   0.000   0.187
   HEAD ON TOP OF LAYER  2        0.493   1.521   0.000   2.136   1.507   1.180
 
 AVERAGE DAILY HEAD ON            1.122   0.464   0.346   0.111   0.005   0.061
   TOP OF LAYER  4                0.129   0.342   0.168   0.070   0.883   0.991
 
 STD. DEVIATION OF DAILY          0.033   0.312   0.234   0.089   0.005   0.056
   HEAD ON TOP OF LAYER  4        0.088   0.256   0.131   0.135   0.123   0.039
 
 AVERAGE DAILY HEAD ON            0.001   0.002   0.001   0.001   0.001   0.000
   TOP OF LAYER  7                0.000   0.000   0.000   0.000   0.000   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   16
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           34.80         315809.969    100.00
 
   RUNOFF                                   8.115         73647.914     23.32
 
   EVAPOTRANSPIRATION                      21.975        199418.703     63.15
 
   PERC./LEAKAGE THROUGH LAYER  2           4.710022      42743.449     13.53
 
   AVG. HEAD ON TOP OF LAYER  2             1.1833
 
   DRAINAGE COLLECTED FROM LAYER  3         4.0515        36767.105     11.64
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00



 
   PERC./LEAKAGE THROUGH LAYER  4           0.683390       6201.764      1.96
 
   AVG. HEAD ON TOP OF LAYER  4             0.3910
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.156      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.648697       5886.927      1.86
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  0.010            88.346      0.03
 
   SOIL WATER AT START OF YEAR            285.929       2594805.250
 
   SOIL WATER AT END OF YEAR              285.939       2594893.500
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.189      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   17
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.30  0.291  0.057  0.4864    5.8496 .0000E+00 .3947E-01    1.0714 .3029E-01 .4546E-02    0.0008 .4595E-06 .2557E-0
    2         0.06  0.000  0.063  0.4794    5.5561 .0000E+00 .3882E-01    1.0828 .3062E-01 .4583E-02    0.0009 .4782E-06 .2609E-0
    3         0.10  0.000  0.052  0.4810    5.4314 .0000E+00 .3854E-01    1.0920 .3088E-01 .4613E-02    0.0009 .4988E-06 .2665E-0
    4         0.06  0.000  0.055  0.4753    5.4208 .0000E+00 .3852E-01    1.0999 .3110E-01 .4639E-02    0.0009 .5218E-06 .2726E-0
    5         0.00  0.000  0.043  0.4618    5.1586 .0000E+00 .3794E-01    1.1065 .3129E-01 .4661E-02    0.0009 .5508E-06 .3501E-0
    6  *      0.00  0.000  0.035  0.4498    4.8362 .0000E+00 .3722E-01    1.1110 .3141E-01 .4675E-02    0.0009 .5801E-06 .2878E-0
    7  *      0.00  0.000  0.034  0.4380    4.5728 .0000E+00 .3664E-01    1.1134 .3148E-01 .4683E-02    0.0010 .6111E-06 .2953E-0
    8         0.00  0.000  0.045  0.4245    4.3023 .0000E+00 .3604E-01    1.1140 .3150E-01 .4685E-02    0.0010 .6441E-06 .3032E-0
    9         0.00  0.000  0.057  0.4091    4.0087 .0000E+00 .3540E-01    1.1130 .3147E-01 .4682E-02    0.0005 .3395E-06 .2327E-0
   10         0.33  0.000  0.060  0.4482    3.8572 .0000E+00 .3506E-01    1.1107 .3141E-01 .4675E-02    0.0010 .7058E-06 .3174E-0
   11  *      0.38  0.000  0.041  0.4453    4.5562 .0000E+00 .3661E-01    1.1096 .3137E-01 .4671E-02    0.0011 .7404E-06 .3250E-0
   12  *      0.05  0.000  0.030  0.4426    4.4521 .0000E+00 .3638E-01    1.1108 .3141E-01 .4675E-02    0.0011 .7714E-06 .3316E-0
   13  *      0.00  0.000  0.039  0.4398    4.3747 .0000E+00 .3620E-01    1.1114 .3143E-01 .4677E-02    0.0011 .8011E-06 .3379E-0
   14  *      0.00  0.000  0.034  0.4371    4.2987 .0000E+00 .3604E-01    1.1115 .3143E-01 .4677E-02    0.0011 .8347E-06 .4312E-0
   15  *      0.00  0.000  0.045  0.4344    4.2237 .0000E+00 .3587E-01    1.1112 .3142E-01 .4676E-02    0.0012 .8683E-06 .3518E-0
   16  *      0.45  0.000  0.036  0.4317    4.1493 .0000E+00 .3571E-01    1.1104 .3140E-01 .4674E-02    0.0012 .8980E-06 .3577E-0
   17  *      0.25  0.000  0.029  0.4291    4.0758 .0000E+00 .3554E-01    1.1093 .3137E-01 .4670E-02    0.0012 .9274E-06 .3635E-0
   18  *      0.00  0.000  0.030  0.4265    4.0010 .0000E+00 .3538E-01    1.1079 .3133E-01 .4665E-02    0.0012 .9564E-06 .3691E-0
   19  *      0.00  0.000  0.033  0.4239    3.9352 .0000E+00 .3523E-01    1.1061 .3128E-01 .4660E-02    0.0012 .9848E-06 .3745E-0
   20         0.00  0.000  0.043  0.4213    3.8661 .0000E+00 .3508E-01    1.1041 .3122E-01 .4653E-02    0.0006 .5063E-06 .2844E-0
   21  *      0.00  0.000  0.037  0.4188    3.7957 .0000E+00 .3492E-01    1.1019 .3116E-01 .4646E-02    0.0013 .1032E-05 .3835E-0
   22  *      0.83  0.000  0.033  0.4163    3.7257 .0000E+00 .3477E-01    1.0995 .3109E-01 .4638E-02    0.0013 .1059E-05 .4862E-0
   23  *      0.05  0.000  0.000  0.4138    3.6571 .0000E+00 .3462E-01    1.0968 .3101E-01 .4629E-02    0.0013 .1091E-05 .3942E-0
   24  *      0.14  0.000  0.030  0.4113    3.5890 .0000E+00 .3447E-01    1.0940 .3093E-01 .4620E-02    0.0007 .5579E-06 .2986E-0
   25  *  *   0.24  0.000  0.031  0.4063    1.5809 .0000E+00 .3003E-01    1.0868 .3073E-01 .4596E-02    0.0013 .1138E-05 .4027E-0
   26  *  *   0.00  0.000  0.027  0.4016    0.8126 .0000E+00 .2833E-01    1.0713 .3029E-01 .4546E-02    0.0013 .1177E-05 .4099E-0
   27  *  *   0.00  0.000  0.040  0.3969    0.6825 .0000E+00 .2804E-01    1.0541 .2980E-01 .4489E-02    0.0014 .1221E-05 .4175E-0
   28  *  *   0.00  0.000  0.028  0.3923    0.5538 .0000E+00 .2776E-01    1.0375 .2934E-01 .4434E-02    0.0014 .1262E-05 .4244E-0
   29  *  *   0.00  0.000  0.034  0.3877    0.4264 .0000E+00 .2747E-01    1.0216 .2889E-01 .4381E-02    0.0014 .1299E-05 .4305E-0
   30     *   0.00  0.000  0.043  0.3832    0.3002 .0000E+00 .2720E-01    1.0062 .2845E-01 .4330E-02    0.0014 .1332E-05 .5451E-0
   31  *  *   0.00  0.000  0.037  0.3787    0.1754 .0000E+00 .2692E-01    0.9914 .2803E-01 .4281E-02    0.0015 .1371E-05 .4415E-0
   32  *  *   0.00  0.000  0.033  0.3752    0.0518 .0000E+00 .2126E-01    0.9717 .2748E-01 .4215E-02    0.0015 .1406E-05 .4470E-0
   33  *  *   0.21  0.000  0.032  0.3752    0.0000 .0000E+00 .2776E-16    0.9234 .2611E-01 .4052E-02    0.0008 .7507E-06 .3462E-0
   34     *   0.00  0.000  0.041  0.3790    0.0000 .0000E+00 .0000E+00    0.8449 .2389E-01 .3784E-02    0.0016 .1589E-05 .5988E-0
   35  *  *   0.00  0.000  0.037  0.3790    0.0000 .0000E+00 .0000E+00    0.7729 .2185E-01 .3532E-02    0.0017 .1776E-05 .5021E-0
   36     *   0.00  0.000  0.042  0.3790    0.0000 .0000E+00 .0000E+00    0.7068 .1998E-01 .3297E-02    0.0017 .1883E-05 .5168E-0
   37     *   0.00  0.207  0.000  0.4139    0.0000 .0000E+00 .0000E+00    0.6462 .1827E-01 .3078E-02    0.0009 .9944E-06 .3973E-0
   38     *   0.00  0.134  0.013  0.4310    0.0000 .0000E+00 .0000E+00    0.5906 .1670E-01 .2872E-02    0.0018 .1998E-05 .5348E-0
   39     *   0.05  0.655  0.000  0.4471    0.0000 .0000E+00 .0000E+00    0.5397 .1526E-01 .2680E-02    0.0018 .2049E-05 .5414E-0
   40     *   0.00  0.000  0.049  0.4471    0.0000 .0000E+00 .0000E+00    0.4930 .1394E-01 .2500E-02    0.0018 .2084E-05 .5457E-0
   41     *   0.00  0.000  0.000  0.4471    0.0000 .0000E+00 .0000E+00    0.4502 .1273E-01 .2332E-02    0.0018 .2103E-05 .5480E-0
   42     *   0.36  0.315  0.006  0.4536    0.0000 .0000E+00 .0000E+00    0.4110 .1162E-01 .2175E-02    0.0018 .2109E-05 .5486E-0
   43     *   0.00  0.000  0.000  0.4536    0.0000 .0000E+00 .0000E+00    0.3751 .1061E-01 .2028E-02    0.0018 .2088E-05 .6831E-0
   44     *   0.00  0.000  0.000  0.4536    0.0000 .0000E+00 .0000E+00    0.3422 .9677E-02 .1890E-02    0.0018 .2096E-05 .5449E-0
   45     *   0.00  0.000  0.000  0.4536    0.0000 .0000E+00 .0000E+00    0.3122 .8826E-02 .1762E-02    0.0018 .2069E-05 .5413E-0



   46  *  *   0.28  0.000  0.035  0.4536    0.0000 .0000E+00 .0000E+00    0.2846 .8048E-02 .1642E-02    0.0018 .2035E-05 .5369E-0
   47     *   0.00  0.000  0.060  0.4536    0.0000 .0000E+00 .0000E+00    0.2594 .7335E-02 .1529E-02    0.0009 .9980E-06 .4004E-0
   48  *  *   0.00  0.000  0.057  0.4536    0.0000 .0000E+00 .0000E+00    0.2364 .6683E-02 .1425E-02    0.0017 .1954E-05 .5274E-0
   49  *  *   0.33  0.000  0.036  0.4536    0.0000 .0000E+00 .0000E+00    0.2153 .6087E-02 .1326E-02    0.0017 .1909E-05 .5212E-0
   50  *  *   0.02  0.000  0.000  0.4536    0.0000 .0000E+00 .0000E+00    0.1960 .5542E-02 .1235E-02    0.0017 .1861E-05 .5146E-0
   51  *  *   0.01  0.000  0.033  0.4536    0.0000 .0000E+00 .0000E+00    0.1784 .5044E-02 .1149E-02    0.0017 .1811E-05 .5076E-0
   52  *  *   0.03  0.000  0.000  0.4536    0.0000 .0000E+00 .0000E+00    0.1623 .4589E-02 .1069E-02    0.0017 .1760E-05 .5003E-0
   53  *  *   0.63  0.000  0.000  0.4536    0.0000 .0000E+00 .0000E+00    0.1476 .4173E-02 .9944E-03    0.0016 .1708E-05 .4928E-0
   54  *  *   0.02  0.000  0.029  0.4536    0.0000 .0000E+00 .0000E+00    0.1342 .3793E-02 .9247E-03    0.0016 .1656E-05 .4852E-0
   55  *  *   0.00  0.000  0.029  0.4536    0.0000 .0000E+00 .0000E+00    0.1219 .3447E-02 .8595E-03    0.0016 .1591E-05 .5950E-0
   56     *   0.01  0.013  0.000  0.4569    0.0000 .0000E+00 .0000E+00    0.1107 .3130E-02 .7987E-03    0.0015 .1543E-05 .4676E-0
   57     *   0.00  0.534  0.000  0.4618    0.0000 .0000E+00 .0000E+00    0.1005 .2842E-02 .7420E-03    0.0015 .1492E-05 .4597E-0
   58     *   0.39  0.823  0.000  0.4653    0.0000 .0000E+00 .0000E+00    0.0912 .2578E-02 .6890E-03    0.0015 .1441E-05 .4518E-0
   59     *   0.01  0.003  0.005  0.4649    0.0042 .0000E+00 .4917E-02    0.0876 .2476E-02 .6682E-03    0.0015 .1373E-05 .4412E-0
   60     *   0.00  0.000  0.000  0.4648    0.0008 .0000E+00 .6549E-03    0.0880 .2487E-02 .6703E-03    0.0014 .1298E-05 .4288E-0
   61     *   1.54  1.525  0.005  0.4648    0.0053 .0000E+00 .9263E-02    0.0900 .2545E-02 .6821E-03    0.0014 .1222E-05 .4162E-0
   62  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0965 .2728E-02 .7193E-03    0.0013 .1139E-05 .4018E-0
   63     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0875 .2475E-02 .6679E-03    0.0013 .1110E-05 .3967E-0
   64     *   0.08  0.067  0.005  0.4648    0.0045 .0000E+00 .7767E-02    0.0871 .2462E-02 .6652E-03    0.0006 .5284E-06 .2913E-0
   65     *   1.21  1.195  0.005  0.4648    0.0053 .0000E+00 .9283E-02    0.1006 .2845E-02 .7427E-03    0.0012 .9934E-06 .3743E-0
   66     *   0.52  0.506  0.005  0.4648    0.0053 .0000E+00 .9141E-02    0.1153 .3260E-02 .8238E-03    0.0012 .9077E-06 .3577E-0
   67     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1194 .3375E-02 .8458E-03    0.0011 .8468E-06 .3463E-0
   68         0.00  0.000  0.115  0.4409    3.6878 .0000E+00 .2805E-01    0.1362 .3852E-02 .9342E-03    0.0011 .7818E-06 .3319E-0
   69         0.00  0.000  0.102  0.4178    4.6335 .0000E+00 .3678E-01    0.2054 .5807E-02 .1278E-02    0.0010 .6421E-06 .3695E-0
   70         0.00  0.000  0.077  0.3991    4.1916 .0000E+00 .3580E-01    0.2816 .7963E-02 .1628E-02    0.0008 .4388E-06 .2497E-0
   71         0.72  0.038  0.076  0.4942    4.1975 .0000E+00 .3581E-01    0.3498 .9891E-02 .1922E-02    0.0007 .3365E-06 .2187E-0
   72         0.41  0.245  0.084  0.5010    5.9583 .0000E+00 .3971E-01    0.4161 .1177E-01 .2195E-02    0.0006 .2575E-06 .1914E-0
   73         0.00  0.000  0.100  0.4777    5.7628 .0000E+00 .3927E-01    0.4827 .1365E-01 .2460E-02    0.0005 .1945E-06 .1665E-0
   74         0.12  0.000  0.085  0.4772    5.3488 .0000E+00 .3836E-01    0.5420 .1533E-01 .2689E-02    0.0005 .1502E-06 .1464E-0
   75         0.00  0.000  0.102  0.4539    5.1071 .0000E+00 .3782E-01    0.5944 .1681E-01 .2887E-02    0.0004 .1193E-06 .1305E-0
   76         0.04  0.000  0.082  0.4409    4.6364 .0000E+00 .3678E-01    0.6406 .1811E-01 .3057E-02    0.0004 .9792E-07 .1183E-0
   77         0.09  0.000  0.086  0.4356    4.2826 .0000E+00 .3600E-01    0.6805 .1924E-01 .3203E-02    0.0004 .8373E-07 .1095E-0
   78         0.00  0.000  0.098  0.4134    4.0189 .0000E+00 .3542E-01    0.7152 .2022E-01 .3328E-02    0.0002 .3726E-07 .7690E-0
   79         0.00  0.000  0.128  0.3862    3.6770 .0000E+00 .3466E-01    0.7453 .2107E-01 .3435E-02    0.0003 .7225E-07 .1005E-0
   80         0.51  0.000  0.084  0.4514    3.5701 .0000E+00 .3443E-01    0.7715 .2181E-01 .3528E-02    0.0003 .6998E-07 .1233E-0
   81         0.10  0.000  0.103  0.4449    4.4913 .0000E+00 .3646E-01    0.7972 .2254E-01 .3618E-02    0.0003 .6488E-07 .9655E-0
   82         0.16  0.000  0.149  0.4406    4.3050 .0000E+00 .3605E-01    0.8236 .2329E-01 .3710E-02    0.0003 .6361E-07 .9563E-0
   83         2.21  1.678  0.132  0.5010    5.3738 .0000E+00 .3841E-01    0.8495 .2402E-01 .3800E-02    0.0003 .6323E-07 .9537E-0
   84         0.00  0.000  0.148  0.4699    5.6872 .0000E+00 .3911E-01    0.8778 .2482E-01 .3897E-02    0.0003 .6247E-07 .9482E-0
   85         0.03  0.000  0.128  0.4472    4.9972 .0000E+00 .3758E-01    0.9033 .2554E-01 .3984E-02    0.0003 .6363E-07 .9572E-0
   86         0.01  0.000  0.157  0.4165    4.6131 .0000E+00 .3673E-01    0.9234 .2611E-01 .4052E-02    0.0003 .6787E-07 .9885E-0
   87         0.25  0.000  0.124  0.4316    4.1528 .0000E+00 .3571E-01    0.9395 .2657E-01 .4107E-02    0.0003 .7461E-07 .1036E-0
   88         0.40  0.003  0.131  0.4700    4.3753 .0000E+00 .3621E-01    0.9531 .2695E-01 .4153E-02    0.0004 .8323E-07 .1094E-0
   89         0.14  0.000  0.123  0.4665    5.0582 .0000E+00 .3772E-01    0.9679 .2737E-01 .4203E-02    0.0004 .9196E-07 .1150E-0
   90         0.00  0.000  0.146  0.4361    4.7978 .0000E+00 .3714E-01    0.9834 .2780E-01 .4254E-02    0.0002 .4826E-07 .8940E-0
   91         0.00  0.000  0.127  0.4089    4.2854 .0000E+00 .3601E-01    0.9955 .2815E-01 .4295E-02    0.0004 .1107E-06 .1256E-0
   92         0.00  0.000  0.153  0.3776    3.8222 .0000E+00 .3498E-01    1.0037 .2838E-01 .4322E-02    0.0004 .1246E-06 .1334E-0
   93         0.00  0.000  0.178  0.3424    3.3559 .0000E+00 .3395E-01    1.0086 .2852E-01 .4338E-02    0.0005 .1416E-06 .1424E-0
   94         0.00  0.000  0.184  0.3062    2.8702 .0000E+00 .3288E-01    1.0104 .2857E-01 .4344E-02    0.0005 .1617E-06 .1522E-0
   95         0.00  0.000  0.156  0.2749    2.3489 .0000E+00 .3173E-01    1.0092 .2853E-01 .4340E-02    0.0005 .1850E-06 .1629E-0
   96         0.12  0.000  0.094  0.2741    1.8816 .0000E+00 .3069E-01    1.0052 .2842E-01 .4327E-02    0.0006 .2116E-06 .1742E-0
   97         0.00  0.000  0.169  0.2410    1.6487 .0000E+00 .3018E-01    0.9993 .2826E-01 .4307E-02    0.0006 .2408E-06 .1859E-0
   98         0.55  0.000  0.106  0.3101    1.3375 .0000E+00 .2949E-01    0.9924 .2806E-01 .4284E-02    0.0006 .2721E-06 .1976E-0
   99         0.00  0.000  0.137  0.2825    1.0649 .0000E+00 .2889E-01    0.9844 .2783E-01 .4258E-02    0.0007 .3051E-06 .2092E-0
  100         0.00  0.000  0.138  0.2547    0.8779 .0000E+00 .2847E-01    0.9756 .2759E-01 .4228E-02    0.0007 .3394E-06 .2206E-0
  101         0.00  0.000  0.135  0.2274    0.7333 .0000E+00 .2815E-01    0.9666 .2733E-01 .4198E-02    0.0008 .3745E-06 .2316E-0
  102         0.00  0.000  0.139  0.1995    0.5903 .0000E+00 .2784E-01    0.9575 .2707E-01 .4167E-02    0.0008 .4098E-06 .3041E-0
  103         0.23  0.000  0.124  0.2126    0.4827 .0000E+00 .2760E-01    0.9484 .2682E-01 .4137E-02    0.0008 .4551E-06 .2548E-0
  104         0.00  0.000  0.181  0.1780    0.2762 .0000E+00 .2714E-01    0.9392 .2656E-01 .4106E-02    0.0009 .4901E-06 .2644E-0
  105         0.00  0.000  0.127  0.1566    0.0155 .0000E+00 .1730E-02    0.9048 .2558E-01 .3989E-02    0.0005 .2759E-06 .2108E-0
  106         0.00  0.000  0.079  0.1433    0.0000 .0000E+00 .0000E+00    0.8306 .2348E-01 .3734E-02    0.0010 .6357E-06 .3039E-0
  107         0.00  0.000  0.049  0.1351    0.0000 .0000E+00 .0000E+00    0.7597 .2148E-01 .3486E-02    0.0011 .7563E-06 .3310E-0
  108         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.6947 .1964E-01 .3254E-02    0.0012 .8704E-06 .3546E-0
  109         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6351 .1796E-01 .3037E-02    0.0012 .9742E-06 .3747E-0
  110         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5805 .1641E-01 .2834E-02    0.0013 .1067E-05 .3917E-0
  111         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5304 .1500E-01 .2644E-02    0.0013 .1147E-05 .4058E-0
  112         0.42  0.000  0.019  0.2018    0.0000 .0000E+00 .0000E+00    0.4845 .1370E-01 .2467E-02    0.0014 .1215E-05 .5218E-0
  113         0.00  0.000  0.028  0.1971    0.0000 .0000E+00 .0000E+00    0.4424 .1251E-01 .2301E-02    0.0014 .1296E-05 .4289E-0
  114         0.00  0.000  0.027  0.1926    0.0000 .0000E+00 .0000E+00    0.4039 .1142E-01 .2146E-02    0.0014 .1338E-05 .4357E-0
  115         0.07  0.000  0.033  0.1988    0.0000 .0000E+00 .0000E+00    0.3686 .1042E-01 .2001E-02    0.0015 .1369E-05 .4407E-0
  116         0.00  0.000  0.027  0.1943    0.0000 .0000E+00 .0000E+00    0.3363 .9508E-02 .1865E-02    0.0015 .1391E-05 .4442E-0
  117         0.26  0.000  0.032  0.2323    0.0000 .0000E+00 .0000E+00    0.3067 .8671E-02 .1738E-02    0.0007 .7109E-06 .3358E-0
  118         0.25  0.000  0.163  0.2467    0.0000 .0000E+00 .0000E+00    0.2796 .7906E-02 .1620E-02    0.0015 .1400E-05 .4470E-0
  119         0.00  0.000  0.224  0.2094    0.0000 .0000E+00 .0000E+00    0.2548 .7205E-02 .1509E-02    0.0015 .1401E-05 .4471E-0
  120         0.00  0.000  0.157  0.1833    0.0000 .0000E+00 .0000E+00    0.2322 .6565E-02 .1405E-02    0.0015 .1397E-05 .5567E-0
  121         0.30  0.000  0.085  0.2190    0.0000 .0000E+00 .0000E+00    0.2114 .5979E-02 .1308E-02    0.0015 .1391E-05 .4441E-0
  122         0.00  0.000  0.063  0.2085    0.0000 .0000E+00 .0000E+00    0.1925 .5443E-02 .1218E-02    0.0015 .1375E-05 .4415E-0
  123         0.00  0.000  0.054  0.1996    0.0000 .0000E+00 .0000E+00    0.1752 .4953E-02 .1133E-02    0.0015 .1355E-05 .4383E-0
  124         0.00  0.000  0.049  0.1914    0.0000 .0000E+00 .0000E+00    0.1594 .4506E-02 .1054E-02    0.0007 .6752E-06 .3271E-0
  125         0.27  0.000  0.048  0.2284    0.0000 .0000E+00 .0000E+00    0.1449 .4097E-02 .9807E-03    0.0014 .1308E-05 .4315E-0
  126         0.00  0.000  0.041  0.2215    0.0000 .0000E+00 .0000E+00    0.1317 .3724E-02 .9118E-03    0.0014 .1282E-05 .4271E-0
  127         0.30  0.000  0.043  0.2644    0.0000 .0000E+00 .0000E+00    0.1197 .3384E-02 .8475E-03    0.0014 .1254E-05 .5267E-0
  128         0.00  0.000  0.163  0.2373    0.0000 .0000E+00 .0000E+00    0.1087 .3073E-02 .7875E-03    0.0014 .1222E-05 .4161E-0
  129         0.00  0.000  0.209  0.2025    0.0000 .0000E+00 .0000E+00    0.0986 .2789E-02 .7315E-03    0.0014 .1191E-05 .4109E-0
  130         0.33  0.000  0.180  0.2275    0.0000 .0000E+00 .0000E+00    0.0895 .2531E-02 .6793E-03    0.0013 .1160E-05 .4054E-0
  131         0.00  0.000  0.087  0.2130    0.0000 .0000E+00 .0000E+00    0.0812 .2295E-02 .6305E-03    0.0013 .1128E-05 .3999E-0
  132         0.00  0.000  0.068  0.2017    0.0000 .0000E+00 .0000E+00    0.0736 .2080E-02 .5851E-03    0.0013 .1096E-05 .3942E-0
  133         0.00  0.000  0.059  0.1919    0.0000 .0000E+00 .0000E+00    0.0666 .1884E-02 .5427E-03    0.0006 .5322E-06 .2923E-0
  134         0.00  0.000  0.054  0.1830    0.0000 .0000E+00 .0000E+00    0.0603 .1706E-02 .5032E-03    0.0013 .1038E-05 .3841E-0
  135         0.00  0.000  0.049  0.1748    0.0000 .0000E+00 .0000E+00    0.0546 .1544E-02 .4663E-03    0.0012 .1007E-05 .3783E-0
  136         0.00  0.000  0.046  0.1672    0.0000 .0000E+00 .0000E+00    0.0494 .1397E-02 .4320E-03    0.0012 .9704E-06 .4644E-0
  137         0.61  0.000  0.047  0.2610    0.0000 .0000E+00 .0000E+00    0.0446 .1262E-02 .4001E-03    0.0012 .9409E-06 .3652E-0
  138         0.00  0.000  0.234  0.2221    0.0000 .0000E+00 .0000E+00    0.0403 .1140E-02 .3703E-03    0.0012 .9113E-06 .3595E-0
  139         0.00  0.000  0.043  0.2148    0.0000 .0000E+00 .0000E+00    0.0364 .1030E-02 .3426E-03    0.0012 .8824E-06 .3537E-0
  140         0.30  0.000  0.045  0.2574    0.0000 .0000E+00 .0000E+00    0.0329 .9290E-03 .3168E-03    0.0012 .8541E-06 .3480E-0
  141         0.00  0.000  0.196  0.2247    0.0000 .0000E+00 .0000E+00    0.0296 .8377E-03 .2928E-03    0.0011 .8266E-06 .3424E-0



  142         0.00  0.000  0.257  0.1819    0.0000 .0000E+00 .0000E+00    0.0267 .7548E-03 .2705E-03    0.0011 .7999E-06 .3368E-0
  143         0.28  0.000  0.180  0.1986    0.0000 .0000E+00 .0000E+00    0.0240 .6797E-03 .2498E-03    0.0011 .7739E-06 .3313E-0
  144         0.00  0.000  0.094  0.1830    0.0000 .0000E+00 .0000E+00    0.0216 .6115E-03 .2305E-03    0.0011 .7486E-06 .3258E-0
  145         0.00  0.000  0.075  0.1706    0.0000 .0000E+00 .0000E+00    0.0194 .5499E-03 .2126E-03    0.0011 .7242E-06 .3205E-0
  146         0.53  0.000  0.068  0.2475    0.0000 .0000E+00 .0000E+00    0.0175 .4940E-03 .1960E-03    0.0005 .3541E-06 .2371E-0
  147         0.00  0.000  0.227  0.2097    0.0000 .0000E+00 .0000E+00    0.0157 .4435E-03 .1805E-03    0.0010 .6824E-06 .3113E-0
  148         0.00  0.000  0.068  0.1984    0.0000 .0000E+00 .0000E+00    0.0141 .3978E-03 .1662E-03    0.0010 .6602E-06 .3062E-0
  149         0.00  0.000  0.065  0.1877    0.0000 .0000E+00 .0000E+00    0.0126 .3565E-03 .1529E-03    0.0010 .6387E-06 .3012E-0
  150         0.00  0.000  0.064  0.1770    0.0000 .0000E+00 .0000E+00    0.0113 .3192E-03 .1406E-03    0.0010 .6179E-06 .2962E-0
  151         0.00  0.000  0.057  0.1675    0.0000 .0000E+00 .0000E+00    0.0101 .2856E-03 .1292E-03    0.0010 .5949E-06 .3634E-0
  152         0.00  0.000  0.055  0.1584    0.0000 .0000E+00 .0000E+00    0.0090 .2553E-03 .1186E-03    0.0009 .5744E-06 .2855E-0
  153         0.49  0.000  0.064  0.2294    0.0000 .0000E+00 .0000E+00    0.0081 .2279E-03 .1088E-03    0.0009 .5558E-06 .2808E-0
  154         0.00  0.000  0.289  0.1813    0.0000 .0000E+00 .0000E+00    0.0072 .2033E-03 .9978E-04    0.0009 .5380E-06 .2763E-0
  155         0.40  0.000  0.058  0.2384    0.0000 .0000E+00 .0000E+00    0.0064 .1811E-03 .9140E-04    0.0009 .5207E-06 .2718E-0
  156         0.00  0.000  0.268  0.1937    0.0000 .0000E+00 .0000E+00    0.0057 .1612E-03 .8366E-04    0.0009 .5042E-06 .2675E-0
  157         0.62  0.000  0.179  0.2672    0.0000 .0000E+00 .0000E+00    0.0051 .1434E-03 .7651E-04    0.0009 .4882E-06 .2632E-0
  158         0.00  0.000  0.278  0.2209    0.0000 .0000E+00 .0000E+00    0.0045 .1273E-03 .6990E-04    0.0009 .4728E-06 .2590E-0
  159         0.00  0.000  0.246  0.1799    0.0000 .0000E+00 .0000E+00    0.0040 .1129E-03 .6381E-04    0.0008 .4580E-06 .2549E-0
  160         0.21  0.000  0.217  0.1788    0.0000 .0000E+00 .0000E+00    0.0035 .1000E-03 .5819E-04    0.0008 .4437E-06 .2509E-0
  161         0.00  0.000  0.214  0.1431    0.0000 .0000E+00 .0000E+00    0.0031 .8847E-04 .5302E-04    0.0008 .4300E-06 .2470E-0
  162         0.00  0.000  0.042  0.1361    0.0000 .0000E+00 .0000E+00    0.0028 .7816E-04 .4825E-04    0.0004 .2084E-06 .1828E-0
  163         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.0024 .6895E-04 .4386E-04    0.0008 .4069E-06 .2404E-0
  164         0.29  0.000  0.049  0.1755    0.0000 .0000E+00 .0000E+00    0.0021 .6073E-04 .3983E-04    0.0008 .3946E-06 .2367E-0
  165         0.06  0.000  0.068  0.1742    0.0000 .0000E+00 .0000E+00    0.0019 .5341E-04 .3613E-04    0.0008 .3827E-06 .2331E-0
  166         1.05  0.052  0.087  0.3260    0.0000 .0000E+00 .0000E+00    0.0017 .4689E-04 .3273E-04    0.0008 .3697E-06 .2864E-0
  167         0.08  0.000  0.260  0.2926    0.4593 .0000E+00 .2091E-01    0.0222 .6271E-03 .2211E-03    0.0007 .3003E-06 .2065E-0
  168         0.00  0.000  0.260  0.2446    0.7184 .0000E+00 .2812E-01    0.0814 .2300E-02 .6285E-03    0.0005 .1879E-06 .1634E-0
  169         0.05  0.000  0.289  0.2001    0.5925 .0000E+00 .2784E-01    0.1465 .4143E-02 .9878E-03    0.0002 .5631E-07 .9486E-0
  170         0.00  0.000  0.294  0.1488    0.2401 .0000E+00 .1374E-01    0.1915 .5416E-02 .1213E-02    0.0004 .8889E-07 .1094E-0
  171         0.00  0.000  0.081  0.1354    0.0000 .0000E+00 .0000E+00    0.1964 .5553E-02 .1237E-02    0.0003 .7395E-07 .1023E-0
  172         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1787 .5053E-02 .1151E-02    0.0004 .8104E-07 .1084E-0
  173         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1626 .4597E-02 .1071E-02    0.0004 .9391E-07 .1462E-0
  174         0.02  0.000  0.017  0.1355    0.0000 .0000E+00 .0000E+00    0.1479 .4181E-02 .9959E-03    0.0004 .1111E-06 .1257E-0
  175         0.00  0.000  0.002  0.1352    0.0000 .0000E+00 .0000E+00    0.1344 .3800E-02 .9260E-03    0.0004 .1229E-06 .1321E-0
  176         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1221 .3453E-02 .8608E-03    0.0002 .6713E-07 .1035E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1109 .3136E-02 .7999E-03    0.0005 .1400E-06 .1418E-0
  178         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1007 .2847E-02 .7431E-03    0.0005 .1493E-06 .1833E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0914 .2583E-02 .6900E-03    0.0005 .1620E-06 .1517E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0829 .2343E-02 .6406E-03    0.0005 .1697E-06 .1553E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0751 .2124E-02 .5944E-03    0.0005 .1765E-06 .1584E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0681 .1924E-02 .5514E-03    0.0005 .1825E-06 .1610E-0
  183         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0616 .1743E-02 .5113E-03    0.0003 .9441E-07 .1227E-0
  184         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0558 .1577E-02 .4739E-03    0.0005 .1901E-06 .1648E-0
  185         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0505 .1427E-02 .4391E-03    0.0005 .1941E-06 .1665E-0
  186         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0456 .1290E-02 .4066E-03    0.0006 .1975E-06 .1679E-0
  187         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0412 .1165E-02 .3764E-03    0.0006 .2002E-06 .1690E-0
  188         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0372 .1052E-02 .3483E-03    0.0006 .2023E-06 .1698E-0
  189         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0336 .9495E-03 .3221E-03    0.0006 .2038E-06 .1705E-0
  190         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0303 .8563E-03 .2978E-03    0.0006 .2049E-06 .1709E-0
  191         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0273 .7717E-03 .2751E-03    0.0006 .2054E-06 .1711E-0
  192         0.05  0.000  0.016  0.1407    0.0000 .0000E+00 .0000E+00    0.0246 .6950E-03 .2540E-03    0.0006 .2056E-06 .1711E-0
  193         0.14  0.000  0.044  0.1566    0.0000 .0000E+00 .0000E+00    0.0221 .6254E-03 .2345E-03    0.0006 .2053E-06 .1710E-0
  194         1.00  0.037  0.079  0.3039    0.0000 .0000E+00 .0000E+00    0.0199 .5624E-03 .2163E-03    0.0006 .2047E-06 .1707E-0
  195         0.00  0.000  0.102  0.2835    0.1308 .0000E+00 .2019E-01    0.0379 .1072E-02 .3483E-03    0.0005 .1825E-06 .1593E-0
  196         0.00  0.000  0.115  0.2599    0.2950 .0000E+00 .2718E-01    0.0935 .2645E-02 .7002E-03    0.0005 .1247E-06 .1282E-0
  197         0.00  0.000  0.117  0.2359    0.2146 .0000E+00 .2701E-01    0.1553 .4391E-02 .1033E-02    0.0003 .6854E-07 .9397E-0
  198         0.56  0.000  0.135  0.3028    0.0725 .0000E+00 .2321E-01    0.2076 .5871E-02 .1290E-02    0.0002 .3489E-07 .6679E-0
  199         0.00  0.000  0.269  0.2558    0.0653 .0000E+00 .1341E-01    0.2396 .6775E-02 .1439E-02    0.0002 .1916E-07 .5021E-0
  200         0.00  0.000  0.327  0.1968    0.1176 .0000E+00 .2679E-01    0.2664 .7533E-02 .1561E-02    0.0001 .1148E-07 .3884E-0
  201         0.00  0.000  0.241  0.1555    0.0044 .0000E+00 .6642E-02    0.2924 .8269E-02 .1676E-02    0.0001 .6511E-08 .2893E-0
  202         0.40  0.000  0.192  0.1902    0.0000 .0000E+00 .0000E+00    0.2772 .7839E-02 .1609E-02    0.0001 .7284E-08 .4200E-0
  203         0.00  0.000  0.224  0.1528    0.0000 .0000E+00 .0000E+00    0.2527 .7144E-02 .1499E-02    0.0002 .1603E-07 .4784E-0
  204         0.06  0.000  0.110  0.1445    0.0000 .0000E+00 .0000E+00    0.2302 .6509E-02 .1396E-02    0.0002 .2480E-07 .5947E-0
  205         0.00  0.000  0.043  0.1374    0.0000 .0000E+00 .0000E+00    0.2096 .5928E-02 .1300E-02    0.0001 .1715E-07 .5251E-0
  206         0.19  0.000  0.084  0.1551    0.0000 .0000E+00 .0000E+00    0.1908 .5396E-02 .1210E-02    0.0002 .4098E-07 .7745E-0
  207         0.00  0.000  0.058  0.1454    0.0000 .0000E+00 .0000E+00    0.1737 .4911E-02 .1126E-02    0.0003 .5141E-07 .8654E-0
  208         0.00  0.000  0.049  0.1373    0.0000 .0000E+00 .0000E+00    0.1580 .4467E-02 .1047E-02    0.0003 .6194E-07 .1190E-0
  209         0.00  0.000  0.010  0.1356    0.0000 .0000E+00 .0000E+00    0.1437 .4062E-02 .9742E-03    0.0003 .7627E-07 .1042E-0
  210         0.00  0.000  0.003  0.1351    0.0000 .0000E+00 .0000E+00    0.1306 .3692E-02 .9057E-03    0.0002 .4322E-07 .8313E-0
  211         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1186 .3354E-02 .8419E-03    0.0004 .9226E-07 .1445E-0
  212         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1077 .3046E-02 .7822E-03    0.0004 .1050E-06 .1222E-0
  213         0.23  0.000  0.069  0.1619    0.0000 .0000E+00 .0000E+00    0.0978 .2765E-02 .7266E-03    0.0002 .5694E-07 .9534E-0
  214         0.00  0.000  0.067  0.1508    0.0000 .0000E+00 .0000E+00    0.0887 .2508E-02 .6747E-03    0.0004 .1183E-06 .1303E-0
  215         0.00  0.000  0.073  0.1387    0.0000 .0000E+00 .0000E+00    0.0804 .2274E-02 .6262E-03    0.0004 .1257E-06 .1342E-0
  216         0.00  0.000  0.017  0.1359    0.0000 .0000E+00 .0000E+00    0.0729 .2061E-02 .5811E-03    0.0005 .1325E-06 .1377E-0
  217         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0660 .1867E-02 .5389E-03    0.0005 .1386E-06 .1408E-0
  218         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0598 .1691E-02 .4997E-03    0.0005 .1441E-06 .1436E-0
  219         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0541 .1530E-02 .4631E-03    0.0005 .1489E-06 .1459E-0
  220         0.88  0.011  0.137  0.2571    0.0000 .0000E+00 .0000E+00    0.0489 .1384E-02 .4290E-03    0.0005 .1532E-06 .1479E-0
  221         0.00  0.000  0.239  0.2172    0.0000 .0000E+00 .0000E+00    0.0442 .1251E-02 .3972E-03    0.0005 .1568E-06 .1496E-0
  222         0.00  0.000  0.256  0.1745    0.0000 .0000E+00 .0000E+00    0.0400 .1130E-02 .3677E-03    0.0005 .1599E-06 .1511E-0
  223         0.30  0.000  0.183  0.1939    0.0000 .0000E+00 .0000E+00    0.0361 .1020E-02 .3402E-03    0.0005 .1625E-06 .1523E-0
  224         0.00  0.000  0.236  0.1546    0.0000 .0000E+00 .0000E+00    0.0325 .9203E-03 .3145E-03    0.0005 .1642E-06 .1914E-0
  225         1.01  0.029  0.146  0.2938    0.0000 .0000E+00 .0000E+00    0.0293 .8297E-03 .2907E-03    0.0005 .1673E-06 .1541E-0
  226         0.00  0.000  0.216  0.2555    0.0491 .0000E+00 .1337E-01    0.0397 .1123E-02 .3642E-03    0.0005 .1484E-06 .1452E-0
  227         2.54  0.876  0.162  0.5010    1.1331 .0000E+00 .2904E-01    0.0861 .2435E-02 .6564E-03    0.0004 .9292E-07 .1149E-0
  228         0.00  0.000  0.187  0.4633    5.6224 .0000E+00 .3896E-01    0.1634 .4619E-02 .1072E-02    0.0002 .3768E-07 .7324E-0
  229         0.00  0.000  0.253  0.4150    4.6842 .0000E+00 .3689E-01    0.2478 .7007E-02 .1476E-02    0.0001 .8023E-08 .3388E-0
  230         1.72  0.970  0.196  0.5010    5.0260 .0000E+00 .3764E-01    0.3224 .9117E-02 .1806E-02    0.0000 .5562E-10 .2902E-0
  231         0.11  0.091  0.173  0.4688    5.6767 .0000E+00 .3908E-01    0.3934 .1112E-01 .2103E-02    0.0000 .0000E+00 .0000E+0
  232         0.02  0.000  0.253  0.4238    4.8888 .0000E+00 .3734E-01    0.4589 .1298E-01 .2366E-02    0.0000 .0000E+00 .0000E+0
  233         0.00  0.000  0.263  0.3741    4.0162 .0000E+00 .3541E-01    0.5142 .1454E-01 .2582E-02    0.0000 .0000E+00 .0000E+0
  234         0.00  0.000  0.231  0.3300    3.2190 .0000E+00 .3365E-01    0.5601 .1584E-01 .2758E-02    0.0000 .0000E+00 .0000E+0
  235         0.00  0.000  0.197  0.2918    2.6207 .0000E+00 .3233E-01    0.5980 .1691E-01 .2900E-02    0.0000 .0000E+00 .0000E+0
  236         0.00  0.000  0.192  0.2547    2.0126 .0000E+00 .3098E-01    0.6292 .1779E-01 .3015E-02    0.0000 .0000E+00 .0000E+0
  237         1.11  0.064  0.173  0.3951    1.6825 .0000E+00 .3025E-01    0.6550 .1852E-01 .3110E-02    0.0000 .0000E+00 .0000E+0



  238         0.00  0.000  0.236  0.3505    2.4108 .0000E+00 .3186E-01    0.6790 .1920E-01 .3197E-02    0.0000 .0000E+00 .0000E+0
  239         0.00  0.000  0.174  0.3161    2.4070 .0000E+00 .3185E-01    0.7036 .1990E-01 .3286E-02    0.0000 .0000E+00 .0000E+0
  240         0.00  0.000  0.196  0.2783    2.0817 .0000E+00 .3113E-01    0.7255 .2051E-01 .3365E-02    0.0000 .0000E+00 .0000E+0
  241         0.00  0.000  0.229  0.2352    1.7039 .0000E+00 .3030E-01    0.7436 .2102E-01 .3429E-02    0.0000 .0000E+00 .0000E+0
  242         1.75  0.288  0.143  0.4500    1.3080 .0000E+00 .2942E-01    0.7579 .2143E-01 .3480E-02    0.0000 .0000E+00 .0000E+0
  243         0.00  0.000  0.214  0.4083    4.0442 .0000E+00 .3547E-01    0.7757 .2193E-01 .3542E-02    0.0000 .0000E+00 .0000E+0
  244         0.00  0.000  0.207  0.3680    3.6328 .0000E+00 .3456E-01    0.8008 .2264E-01 .3631E-02    0.0000 .0000E+00 .0000E+0
  245         0.00  0.000  0.201  0.3289    3.0910 .0000E+00 .3337E-01    0.8212 .2322E-01 .3702E-02    0.0000 .0000E+00 .0000E+0
  246         0.00  0.000  0.161  0.2966    2.6630 .0000E+00 .3242E-01    0.8370 .2367E-01 .3757E-02    0.0000 .0000E+00 .0000E+0
  247         0.00  0.000  0.199  0.2582    2.1137 .0000E+00 .3121E-01    0.8488 .2400E-01 .3797E-02    0.0000 .0000E+00 .0000E+0
  248         0.00  0.000  0.200  0.2198    1.4954 .0000E+00 .2984E-01    0.8563 .2421E-01 .3823E-02    0.0000 .0000E+00 .0000E+0
  249         0.03  0.000  0.179  0.1903    0.9512 .0000E+00 .2863E-01    0.8598 .2431E-01 .3835E-02    0.0000 .0000E+00 .0000E+0
  250         0.29  0.000  0.219  0.1974    0.5931 .0000E+00 .2784E-01    0.8603 .2433E-01 .3837E-02    0.0000 .0000E+00 .0000E+0
  251         0.52  0.000  0.202  0.2482    0.0733 .0000E+00 .1343E-01    0.8452 .2390E-01 .3785E-02    0.0000 .0000E+00 .0000E+0
  252         0.00  0.000  0.207  0.2137    0.0000 .0000E+00 .0000E+00    0.7947 .2247E-01 .3609E-02    0.0000 .0000E+00 .0000E+0
  253         0.00  0.000  0.218  0.1773    0.0000 .0000E+00 .0000E+00    0.7268 .2055E-01 .3369E-02    0.0000 .0000E+00 .0000E+0
  254         2.75  0.782  0.175  0.4762    0.0000 .0000E+00 .0000E+00    0.6645 .1879E-01 .3145E-02    0.0000 .4823E-09 .8544E-0
  255         0.04  0.000  0.166  0.4490    4.9770 .0000E+00 .3754E-01    0.6448 .1823E-01 .3073E-02    0.0000 .1706E-08 .1622E-0
  256         0.00  0.000  0.132  0.4208    4.5227 .0000E+00 .3653E-01    0.6860 .1940E-01 .3223E-02    0.0001 .2262E-08 .1623E-0
  257         0.00  0.000  0.127  0.3937    4.0160 .0000E+00 .3541E-01    0.7211 .2039E-01 .3349E-02    0.0000 .9444E-09 .1030E-0
  258         0.00  0.000  0.125  0.3671    3.6352 .0000E+00 .3457E-01    0.7507 .2123E-01 .3454E-02    0.0000 .4468E-09 .7080E-0
  259         0.00  0.000  0.122  0.3411    3.2428 .0000E+00 .3370E-01    0.7755 .2193E-01 .3542E-02    0.0000 .3148E-09 .6136E-0
  260         0.00  0.000  0.095  0.3197    2.8663 .0000E+00 .3287E-01    0.7961 .2251E-01 .3614E-02    0.0000 .3932E-09 .7173E-0
  261         0.00  0.000  0.087  0.2999    2.6389 .0000E+00 .3237E-01    0.8132 .2299E-01 .3674E-02    0.0000 .7046E-09 .9866E-0
  262         0.00  0.000  0.131  0.2728    2.2213 .0000E+00 .3144E-01    0.8271 .2339E-01 .3722E-02    0.0001 .1632E-08 .1861E-0
  263         0.00  0.000  0.077  0.2548    1.8372 .0000E+00 .3059E-01    0.8376 .2368E-01 .3758E-02    0.0001 .2940E-08 .2091E-0
  264         0.00  0.000  0.094  0.2341    1.5934 .0000E+00 .3005E-01    0.8452 .2390E-01 .3785E-02    0.0001 .5245E-08 .2782E-0
  265         0.00  0.000  0.083  0.2154    1.1722 .0000E+00 .2912E-01    0.8505 .2405E-01 .3803E-02    0.0001 .8657E-08 .3562E-0
  266         0.96  0.027  0.087  0.3516    0.8891 .0000E+00 .2850E-01    0.8532 .2412E-01 .3812E-02    0.0001 .1346E-07 .4430E-0
  267         0.32  0.000  0.125  0.3790    1.7382 .0000E+00 .3038E-01    0.8565 .2422E-01 .3824E-02    0.0001 .8697E-08 .3866E-0
  268         0.00  0.000  0.131  0.3518    2.4199 .0000E+00 .3188E-01    0.8641 .2443E-01 .3850E-02    0.0002 .2342E-07 .5798E-0
  269         0.00  0.000  0.094  0.3310    2.1978 .0000E+00 .3139E-01    0.8730 .2468E-01 .3880E-02    0.0002 .2923E-07 .6469E-0
  270         0.00  0.000  0.088  0.3113    1.9766 .0000E+00 .3090E-01    0.8798 .2488E-01 .3904E-02    0.0002 .3601E-07 .7187E-0
  271         0.00  0.000  0.110  0.2878    1.7939 .0000E+00 .3050E-01    0.8850 .2502E-01 .3921E-02    0.0003 .4424E-07 .7969E-0
  272         0.25  0.000  0.100  0.3078    1.6154 .0000E+00 .3010E-01    0.8886 .2513E-01 .3934E-02    0.0003 .5547E-07 .1115E-0
  273         0.00  0.000  0.073  0.2907    1.4483 .0000E+00 .2973E-01    0.8910 .2519E-01 .3942E-02    0.0003 .6802E-07 .9893E-0
  274         0.59  0.000  0.094  0.3685    1.2837 .0000E+00 .2937E-01    0.8922 .2523E-01 .3946E-02    0.0002 .4057E-07 .8014E-0
  275         0.00  0.000  0.105  0.3459    2.0470 .0000E+00 .3106E-01    0.8944 .2529E-01 .3954E-02    0.0004 .9143E-07 .1145E-0
  276         0.00  0.000  0.079  0.3276    1.9555 .0000E+00 .3086E-01    0.8989 .2542E-01 .3969E-02    0.0004 .1048E-06 .1225E-0
  277         0.00  0.000  0.102  0.3055    1.8058 .0000E+00 .3052E-01    0.9024 .2552E-01 .3981E-02    0.0004 .1189E-06 .1644E-0
  278         0.00  0.000  0.102  0.2835    1.6245 .0000E+00 .3012E-01    0.9047 .2558E-01 .3989E-02    0.0005 .1382E-06 .1408E-0
  279         0.00  0.000  0.097  0.2623    1.4458 .0000E+00 .2973E-01    0.9057 .2561E-01 .3992E-02    0.0005 .1558E-06 .1494E-0
  280         0.01  0.000  0.068  0.2478    1.2758 .0000E+00 .2935E-01    0.9057 .2561E-01 .3992E-02    0.0005 .1747E-06 .1582E-0
  281         0.00  0.000  0.090  0.2280    1.1002 .0000E+00 .2896E-01    0.9046 .2558E-01 .3989E-02    0.0005 .1951E-06 .1671E-0
  282         0.00  0.000  0.089  0.2084    0.9354 .0000E+00 .2860E-01    0.9027 .2552E-01 .3982E-02    0.0006 .2168E-06 .1761E-0
  283         0.00  0.000  0.082  0.1899    0.7914 .0000E+00 .2828E-01    0.9000 .2545E-01 .3973E-02    0.0006 .2396E-06 .1851E-0
  284         0.03  0.000  0.080  0.1769    0.6055 .0000E+00 .2787E-01    0.8967 .2535E-01 .3961E-02    0.0006 .2635E-06 .1941E-0
  285         0.00  0.000  0.082  0.1599    0.2614 .0000E+00 .2043E-01    0.8855 .2504E-01 .3923E-02    0.0007 .2950E-06 .2053E-0
  286         0.00  0.000  0.078  0.1469    0.0000 .0000E+00 .0000E+00    0.8430 .2384E-01 .3777E-02    0.0007 .3593E-06 .2264E-0
  287         0.00  0.000  0.050  0.1386    0.0000 .0000E+00 .0000E+00    0.7711 .2180E-01 .3526E-02    0.0008 .4609E-06 .2563E-0
  288         0.00  0.000  0.021  0.1350    0.0000 .0000E+00 .0000E+00    0.7052 .1994E-01 .3292E-02    0.0009 .5607E-06 .2825E-0
  289         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6447 .1823E-01 .3072E-02    0.0010 .6557E-06 .3054E-0
  290         0.15  0.000  0.055  0.1509    0.0000 .0000E+00 .0000E+00    0.5893 .1666E-01 .2867E-02    0.0005 .3728E-06 .2440E-0
  291         0.00  0.000  0.033  0.1453    0.0000 .0000E+00 .0000E+00    0.5384 .1522E-01 .2675E-02    0.0011 .7930E-06 .3380E-0
  292         0.00  0.000  0.045  0.1378    0.0000 .0000E+00 .0000E+00    0.4919 .1391E-01 .2496E-02    0.0012 .8667E-06 .3530E-0
  293         0.00  0.000  0.014  0.1355    0.0000 .0000E+00 .0000E+00    0.4492 .1270E-01 .2328E-02    0.0012 .9313E-06 .3657E-0
  294         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.4101 .1159E-01 .2171E-02    0.0012 .9867E-06 .4703E-0
  295         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3742 .1058E-01 .2024E-02    0.0013 .1054E-05 .3867E-0
  296         0.42  0.000  0.045  0.1975    0.0000 .0000E+00 .0000E+00    0.3415 .9655E-02 .1887E-02    0.0013 .1089E-05 .3931E-0
  297         0.00  0.000  0.032  0.1922    0.0000 .0000E+00 .0000E+00    0.3114 .8806E-02 .1759E-02    0.0013 .1117E-05 .3980E-0
  298         0.00  0.000  0.036  0.1862    0.0000 .0000E+00 .0000E+00    0.2840 .8029E-02 .1639E-02    0.0013 .1137E-05 .4015E-0
  299         0.83  0.011  0.063  0.3121    0.0000 .0000E+00 .0000E+00    0.2588 .7318E-02 .1527E-02    0.0013 .1150E-05 .4038E-0
  300         0.04  0.000  0.048  0.3074    0.3013 .0000E+00 .2057E-01    0.2562 .7245E-02 .1515E-02    0.0013 .1107E-05 .3961E-0
  301         0.00  0.000  0.038  0.2966    0.4051 .0000E+00 .2743E-01    0.2938 .8306E-02 .1682E-02    0.0012 .9732E-06 .3716E-0
  302         0.00  0.000  0.047  0.2842    0.4099 .0000E+00 .2744E-01    0.3391 .9589E-02 .1877E-02    0.0011 .8422E-06 .3458E-0
  303         0.00  0.000  0.055  0.2705    0.3608 .0000E+00 .2733E-01    0.3806 .1076E-01 .2050E-02    0.0011 .7377E-06 .3237E-0
  304         0.00  0.000  0.052  0.2573    0.2302 .0000E+00 .2704E-01    0.4181 .1182E-01 .2203E-02    0.0010 .6543E-06 .3049E-0
  305         0.01  0.000  0.054  0.2454    0.1016 .0000E+00 .2676E-01    0.4516 .1277E-01 .2338E-02    0.0010 .5879E-06 .2890E-0
  306         0.92  0.025  0.062  0.3808    0.1340 .0000E+00 .2086E-01    0.4761 .1346E-01 .2434E-02    0.0009 .5432E-06 .2779E-0
  307         0.00  0.000  0.044  0.3682    2.4460 .0000E+00 .3194E-01    0.5000 .1414E-01 .2528E-02    0.0009 .5041E-06 .2677E-0
  308         0.00  0.000  0.060  0.3528    2.5313 .0000E+00 .3213E-01    0.5400 .1527E-01 .2681E-02    0.0008 .4477E-06 .2524E-0
  309         0.00  0.000  0.077  0.3347    2.3295 .0000E+00 .3168E-01    0.5764 .1630E-01 .2819E-02    0.0008 .4032E-06 .2396E-0
  310         0.00  0.000  0.054  0.3204    2.1134 .0000E+00 .3120E-01    0.6086 .1721E-01 .2939E-02    0.0004 .1847E-06 .1718E-0
  311         0.00  0.000  0.059  0.3054    1.9374 .0000E+00 .3082E-01    0.6370 .1801E-01 .3044E-02    0.0007 .3543E-06 .2233E-0
  312         0.00  0.000  0.050  0.2920    1.7781 .0000E+00 .3046E-01    0.6621 .1872E-01 .3136E-02    0.0007 .3334E-06 .2168E-0
  313         0.61  0.000  0.057  0.3791    1.6194 .0000E+00 .3011E-01    0.6841 .1934E-01 .3216E-02    0.0007 .3184E-06 .2120E-0
  314         0.00  0.000  0.057  0.3644    2.3960 .0000E+00 .3183E-01    0.7055 .1995E-01 .3293E-02    0.0007 .3068E-06 .2082E-0
  315         0.27  0.000  0.052  0.3954    2.4825 .0000E+00 .3202E-01    0.7280 .2059E-01 .3374E-02    0.0007 .2963E-06 .2046E-0
  316         0.00  0.000  0.037  0.3836    3.1639 .0000E+00 .3353E-01    0.7505 .2122E-01 .3454E-02    0.0007 .2870E-06 .2014E-0
  317         0.13  0.000  0.051  0.3913    2.9852 .0000E+00 .3313E-01    0.7732 .2186E-01 .3534E-02    0.0007 .2811E-06 .2486E-0
  318         0.00  0.000  0.040  0.3791    2.8447 .0000E+00 .3282E-01    0.7930 .2242E-01 .3603E-02    0.0006 .2711E-06 .1967E-0
  319         0.00  0.000  0.043  0.3665    2.6703 .0000E+00 .3244E-01    0.8103 .2291E-01 .3664E-02    0.0006 .2710E-06 .1967E-0
  320  *      0.00  0.000  0.034  0.3554    2.4890 .0000E+00 .3204E-01    0.8252 .2333E-01 .3716E-02    0.0006 .2740E-06 .1978E-0
  321         0.27  0.000  0.049  0.3870    2.3140 .0000E+00 .3165E-01    0.8378 .2369E-01 .3759E-02    0.0007 .2798E-06 .1999E-0
  322         0.00  0.000  0.046  0.3738    2.9291 .0000E+00 .3301E-01    0.8501 .2404E-01 .3802E-02    0.0007 .2864E-06 .2023E-0
  323         0.24  0.000  0.050  0.3999    2.7423 .0000E+00 .3260E-01    0.8631 .2440E-01 .3847E-02    0.0007 .2928E-06 .2045E-0
  324         0.00  0.000  0.036  0.3883    3.2889 .0000E+00 .3380E-01    0.8756 .2476E-01 .3890E-02    0.0007 .3003E-06 .2071E-0
  325         0.03  0.000  0.046  0.3800    3.0808 .0000E+00 .3334E-01    0.8886 .2513E-01 .3934E-02    0.0007 .3078E-06 .2097E-0
  326  *      0.00  0.000  0.030  0.3695    2.9286 .0000E+00 .3301E-01    0.8994 .2543E-01 .3971E-02    0.0007 .3180E-06 .2131E-0
  327  *      0.00  0.000  0.000  0.3640    2.7616 .0000E+00 .3264E-01    0.9084 .2569E-01 .4002E-02    0.0007 .3305E-06 .2172E-0
  328         0.00  0.000  0.033  0.3531    2.6016 .0000E+00 .3228E-01    0.9158 .2589E-01 .4026E-02    0.0004 .1697E-06 .1658E-0
  329         0.00  0.000  0.045  0.3404    2.4228 .0000E+00 .3189E-01    0.9215 .2606E-01 .4046E-02    0.0007 .3580E-06 .2833E-0
  330         0.00  0.000  0.043  0.3280    2.2405 .0000E+00 .3149E-01    0.9258 .2618E-01 .4060E-02    0.0008 .3796E-06 .2328E-0
  331         0.00  0.000  0.040  0.3161    2.0459 .0000E+00 .3106E-01    0.9286 .2626E-01 .4070E-02    0.0004 .1998E-06 .1785E-0
  332         0.00  0.000  0.040  0.3043    1.8927 .0000E+00 .3072E-01    0.9302 .2630E-01 .4075E-02    0.0008 .4158E-06 .3054E-0
  333         0.00  0.000  0.036  0.2932    1.7361 .0000E+00 .3037E-01    0.9307 .2632E-01 .4077E-02    0.0008 .4434E-06 .2515E-0



  334         0.54  0.000  0.048  0.3702    1.5822 .0000E+00 .3003E-01    0.9303 .2630E-01 .4076E-02    0.0004 .2306E-06 .1930E-0
  335  *      0.00  0.000  0.031  0.3597    2.2656 .0000E+00 .3154E-01    0.9309 .2632E-01 .4078E-02    0.0009 .4834E-06 .3292E-0
  336         0.54  0.002  0.051  0.4355    2.7280 .0000E+00 .3256E-01    0.9349 .2643E-01 .4091E-02    0.0009 .5064E-06 .2688E-0
  337         0.43  0.006  0.048  0.4920    4.7167 .0000E+00 .3696E-01    0.9446 .2671E-01 .4124E-02    0.0009 .5169E-06 .2715E-0
  338         0.56  0.418  0.048  0.5010    5.9496 .0000E+00 .3969E-01    0.9632 .2724E-01 .4187E-02    0.0009 .5167E-06 .2715E-0
  339         0.13  0.117  0.047  0.4887    5.8729 .0000E+00 .3952E-01    0.9846 .2784E-01 .4258E-02    0.0004 .2540E-06 .2026E-0
  340  *      0.29  0.000  0.034  0.4855    5.6378 .0000E+00 .3900E-01    1.0034 .2837E-01 .4321E-02    0.0009 .5191E-06 .2714E-0
  341         0.14  0.132  0.000  0.5010    5.8268 .0000E+00 .3942E-01    1.0202 .2885E-01 .4377E-02    0.0009 .5241E-06 .2728E-0
  342         0.00  0.063  0.049  0.4944    5.9313 .0000E+00 .3965E-01    1.0366 .2931E-01 .4431E-02    0.0009 .5314E-06 .2747E-0
  343         0.00  0.000  0.036  0.4819    5.6925 .0000E+00 .3912E-01    1.0514 .2973E-01 .4480E-02    0.0009 .5410E-06 .2773E-0
  344         0.01  0.000  0.047  0.4692    5.3692 .0000E+00 .3840E-01    1.0635 .3007E-01 .4520E-02    0.0009 .5582E-06 .3520E-0
  345         0.51  0.231  0.049  0.5010    5.6175 .0000E+00 .3895E-01    1.0740 .3037E-01 .4554E-02    0.0005 .2829E-06 .2139E-0
  346  *      0.04  0.000  0.042  0.4941    5.9279 .0000E+00 .3964E-01    1.0851 .3068E-01 .4591E-02    0.0010 .5881E-06 .2893E-0
  347         0.86  0.728  0.050  0.5010    5.9393 .0000E+00 .3966E-01    1.0965 .3100E-01 .4628E-02    0.0010 .6053E-06 .2934E-0
  348         0.00  0.000  0.035  0.4886    5.8721 .0000E+00 .3952E-01    1.1069 .3130E-01 .4662E-02    0.0010 .6237E-06 .2979E-0
  349         0.18  0.026  0.050  0.4994    5.7582 .0000E+00 .3926E-01    1.1159 .3155E-01 .4691E-02    0.0010 .6441E-06 .3028E-0
  350         0.04  0.003  0.053  0.4902    5.8680 .0000E+00 .3951E-01    1.1240 .3178E-01 .4718E-02    0.0010 .6662E-06 .3080E-0
  351         0.00  0.000  0.041  0.4769    5.5713 .0000E+00 .3885E-01    1.1312 .3198E-01 .4741E-02    0.0010 .6898E-06 .3134E-0
  352         0.18  0.003  0.048  0.4920    5.4638 .0000E+00 .3861E-01    1.1365 .3213E-01 .4758E-02    0.0011 .7156E-06 .3193E-0
  353  *      0.05  0.000  0.040  0.4871    5.7163 .0000E+00 .3917E-01    1.1415 .3228E-01 .4775E-02    0.0011 .7425E-06 .3252E-0
  354  *      0.06  0.000  0.032  0.4839    5.5947 .0000E+00 .3890E-01    1.1468 .3242E-01 .4792E-02    0.0011 .7691E-06 .3310E-0
  355         0.22  0.038  0.049  0.5010    5.7244 .0000E+00 .3919E-01    1.1514 .3256E-01 .4807E-02    0.0011 .7960E-06 .3367E-0
  356         0.00  0.000  0.040  0.4878    5.8641 .0000E+00 .3950E-01    1.1565 .3270E-01 .4823E-02    0.0011 .8226E-06 .3423E-0
  357         0.01  0.000  0.041  0.4761    5.5400 .0000E+00 .3878E-01    1.1609 .3283E-01 .4837E-02    0.0011 .8493E-06 .3478E-0
  358  *      0.00  0.000  0.027  0.4653    5.2426 .0000E+00 .3812E-01    1.1632 .3289E-01 .4845E-02    0.0012 .8781E-06 .3537E-0
  359         0.00  0.000  0.034  0.4534    4.9530 .0000E+00 .3748E-01    1.1636 .3290E-01 .4846E-02    0.0012 .9094E-06 .3600E-0
  360  *      0.00  0.000  0.028  0.4425    4.6929 .0000E+00 .3691E-01    1.1623 .3286E-01 .4842E-02    0.0012 .9427E-06 .3666E-0
  361  *      1.11  0.000  0.030  0.4398    4.4768 .0000E+00 .3643E-01    1.1597 .3279E-01 .4834E-02    0.0012 .9773E-06 .4676E-0
  362  *      0.00  0.000  0.025  0.4370    4.3278 .0000E+00 .3610E-01    1.1563 .3269E-01 .4822E-02    0.0013 .1022E-05 .3815E-0
  363  *      0.00  0.000  0.036  0.4343    4.2261 .0000E+00 .3588E-01    1.1524 .3258E-01 .4810E-02    0.0013 .1056E-05 .3879E-0
  364         0.00  0.000  0.037  0.4317    4.1483 .0000E+00 .3570E-01    1.1483 .3247E-01 .4796E-02    0.0013 .1090E-05 .3940E-0
  365  *      0.12  0.000  0.000  0.4290    4.0744 .0000E+00 .3554E-01    1.1440 .3235E-01 .4783E-02    0.0013 .1122E-05 .3997E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   17
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    3.24    2.35    8.54    1.90    2.92    3.27
                                  2.40    9.67    5.16    2.07    3.02    5.48
 
 RUNOFF                           0.291   2.685   5.258   0.000   0.000   0.052
                                  0.037   2.330   0.809   0.011   0.025   1.766
 
 EVAPOTRANSPIRATION               1.202   0.536   2.579   2.987   3.014   3.323
                                  2.218   5.115   4.218   1.784   1.376   1.179
 
 PERCOLATION/LEAKAGE THROUGH      1.0662  0.0262  0.8761  0.4297  0.0000  0.0906
   LAYER  2                       0.1444  0.5850  0.8389  0.4750  0.9416  1.1776
 
 LATERAL DRAINAGE COLLECTED       0.9548  0.3027  0.4627  0.6175  0.0615  0.0541
   FROM LAYER  3                  0.1075  0.2772  0.6915  0.5512  0.6539  0.9560
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1427  0.0552  0.0781  0.0997  0.0165  0.0138
   LAYER  4                       0.0254  0.0508  0.1104  0.0920  0.1054  0.1428
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1100  0.1420  0.0634  0.0919  0.1148  0.0592
   LAYER  7                       0.0365  0.0224  0.0075  0.0842  0.0667  0.0992
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            3.556   0.002   3.450   0.853   0.000   0.067
   TOP OF LAYER  2                0.029   1.761   2.047   0.543   2.286   5.180
 
 STD. DEVIATION OF DAILY          1.708   0.010   2.146   1.277   0.000   0.186
   HEAD ON TOP OF LAYER  2        0.070   1.977   1.325   0.680   0.747   0.934
 
 AVERAGE DAILY HEAD ON            1.089   0.382   0.528   0.728   0.070   0.064
   TOP OF LAYER  4                0.123   0.316   0.815   0.629   0.771   1.091
 
 STD. DEVIATION OF DAILY          0.033   0.271   0.340   0.289   0.059   0.069
   HEAD ON TOP OF LAYER  4        0.090   0.288   0.067   0.259   0.153   0.077
 
 AVERAGE DAILY HEAD ON            0.001   0.002   0.001   0.001   0.001   0.001
   TOP OF LAYER  7                0.000   0.000   0.000   0.001   0.001   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 



 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   17
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           50.02         453931.469    100.00
 
   RUNOFF                                  13.264        120371.984     26.52
 
   EVAPOTRANSPIRATION                      29.533        268011.469     59.04
 
   PERC./LEAKAGE THROUGH LAYER  2           6.651300      60360.551     13.30
 
   AVG. HEAD ON TOP OF LAYER  2             1.6479
 
   DRAINAGE COLLECTED FROM LAYER  3         5.6907        51642.676     11.38
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.932853       8465.638      1.86
 
   AVG. HEAD ON TOP OF LAYER  4             0.5505
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.821      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.897949       8148.890      1.80
 
   AVG. HEAD ON TOP OF LAYER  7             0.0008
 
   CHANGE IN WATER STORAGE                  0.634          5754.668      1.27
 
   SOIL WATER AT START OF YEAR            285.939       2594893.500
 
   SOIL WATER AT END OF YEAR              285.569       2591541.250
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                1.004          9107.111      2.01
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.034      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   18
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.193  0.000  0.5010    4.9823 .0000E+00 .3755E-01    1.1419 .3229E-01 .4776E-02    0.0013 .1149E-05 .4045E-0
    2         0.38  0.702  0.000  0.4977    5.9656 .0000E+00 .3972E-01    1.1453 .3238E-01 .4787E-02    0.0013 .1165E-05 .4073E-0
    3         0.17  0.088  0.055  0.4955    5.8861 .0000E+00 .3955E-01    1.1518 .3257E-01 .4808E-02    0.0007 .5848E-06 .3065E-0
    4         0.00  0.000  0.050  0.4807    5.6986 .0000E+00 .3913E-01    1.1570 .3272E-01 .4825E-02    0.0014 .1186E-05 .4107E-0
    5  *      0.79  0.000  0.038  0.4776    5.4183 .0000E+00 .3851E-01    1.1606 .3282E-01 .4836E-02    0.0014 .1200E-05 .5171E-0
    6  *      0.00  0.000  0.037  0.4745    5.3319 .0000E+00 .3832E-01    1.1626 .3287E-01 .4843E-02    0.0014 .1222E-05 .4170E-0
    7  *      0.00  0.000  0.030  0.4714    5.2464 .0000E+00 .3813E-01    1.1640 .3291E-01 .4847E-02    0.0007 .6175E-06 .3148E-0
    8  *      0.19  0.000  0.025  0.4684    5.1618 .0000E+00 .3794E-01    1.1648 .3293E-01 .4850E-02    0.0014 .1255E-05 .4226E-0
    9  *      0.00  0.000  0.033  0.4654    5.0780 .0000E+00 .3776E-01    1.1650 .3294E-01 .4851E-02    0.0014 .1274E-05 .4258E-0
   10  *      0.00  0.000  0.038  0.4624    4.9955 .0000E+00 .3758E-01    1.1647 .3293E-01 .4850E-02    0.0014 .1293E-05 .4291E-0
   11  *      0.00  0.000  0.040  0.4594    4.9192 .0000E+00 .3741E-01    1.1640 .3291E-01 .4847E-02    0.0014 .1313E-05 .5408E-0
   12         0.00  0.000  0.039  0.4632    4.8515 .0000E+00 .3726E-01    1.1630 .3288E-01 .4844E-02    0.0014 .1337E-05 .4362E-0
   13  *  *   0.00  0.000  0.039  0.4581    1.9245 .0000E+00 .3079E-01    1.1553 .3267E-01 .4819E-02    0.0015 .1367E-05 .4411E-0
   14  *  *   0.00  0.000  0.035  0.4534    0.8091 .0000E+00 .2832E-01    1.1354 .3210E-01 .4755E-02    0.0015 .1420E-05 .4494E-0
   15  *  *   0.00  0.000  0.039  0.4487    0.6791 .0000E+00 .2803E-01    1.1129 .3147E-01 .4682E-02    0.0015 .1473E-05 .4578E-0
   16     *   0.00  0.000  0.042  0.4441    0.5504 .0000E+00 .2775E-01    1.0915 .3086E-01 .4612E-02    0.0008 .7602E-06 .3487E-0
   17     *   0.04  0.212  0.000  0.4631    0.4230 .0000E+00 .2747E-01    1.0711 .3029E-01 .4545E-02    0.0015 .1545E-05 .4696E-0
   18     *   0.00  0.000  0.033  0.4585    0.2969 .0000E+00 .2719E-01    1.0516 .2974E-01 .4481E-02    0.0016 .1581E-05 .4749E-0
   19     *   0.10  0.050  0.008  0.4609    0.1721 .0000E+00 .2691E-01    1.0331 .2921E-01 .4420E-02    0.0016 .1612E-05 .4794E-0
   20     *   0.44  0.395  0.008  0.4637    0.0485 .0000E+00 .2054E-01    1.0092 .2854E-01 .4340E-02    0.0016 .1645E-05 .6057E-0
   21  *  *   0.00  0.000  0.000  0.4637    0.0000 .0000E+00 .0000E+00    0.9567 .2705E-01 .4165E-02    0.0017 .1757E-05 .4996E-0
   22     *   0.03  0.017  0.008  0.4645    0.0000 .0000E+00 .0000E+00    0.8754 .2475E-01 .3889E-02    0.0017 .1913E-05 .5211E-0



   23     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.8009 .2264E-01 .3631E-02    0.0018 .2043E-05 .5384E-0
   24     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.7325 .2071E-01 .3389E-02    0.0009 .1074E-05 .4151E-0
   25     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.6697 .1894E-01 .3164E-02    0.0018 .2187E-05 .5597E-0
   26     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.6122 .1731E-01 .2953E-02    0.0019 .2252E-05 .5677E-0
   27     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.5595 .1582E-01 .2755E-02    0.0019 .2297E-05 .7151E-0
   28     *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.5111 .1445E-01 .2571E-02    0.0019 .2346E-05 .5765E-0
   29  *  *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.4668 .1320E-01 .2398E-02    0.0019 .2351E-05 .5771E-0
   30  *  *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.4262 .1205E-01 .2236E-02    0.0019 .2342E-05 .5760E-0
   31  *  *   0.00  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.3891 .1100E-01 .2085E-02    0.0019 .2322E-05 .5735E-0
   32  *  *   0.04  0.000  0.029  0.4645    0.0000 .0000E+00 .0000E+00    0.3550 .1004E-01 .1944E-02    0.0019 .2293E-05 .5699E-0
   33  *  *   0.24  0.000  0.023  0.4645    0.0000 .0000E+00 .0000E+00    0.3239 .9157E-02 .1812E-02    0.0019 .2256E-05 .5652E-0
   34  *  *   0.00  0.000  0.026  0.4645    0.0000 .0000E+00 .0000E+00    0.2953 .8350E-02 .1689E-02    0.0009 .1106E-05 .4215E-0
   35  *  *   0.14  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.2692 .7612E-02 .1573E-02    0.0018 .2164E-05 .5550E-0
   36  *  *   0.13  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.2453 .6937E-02 .1466E-02    0.0018 .2113E-05 .5484E-0
   37  *  *   0.31  0.000  0.024  0.4645    0.0000 .0000E+00 .0000E+00    0.2235 .6319E-02 .1365E-02    0.0018 .2059E-05 .6746E-0
   38  *  *   0.00  0.000  0.026  0.4645    0.0000 .0000E+00 .0000E+00    0.2035 .5754E-02 .1271E-02    0.0018 .1997E-05 .5318E-0
   39  *  *   0.14  0.000  0.023  0.4645    0.0000 .0000E+00 .0000E+00    0.1852 .5237E-02 .1183E-02    0.0017 .1938E-05 .5239E-0
   40  *  *   0.52  0.000  0.026  0.4645    0.0000 .0000E+00 .0000E+00    0.1685 .4766E-02 .1100E-02    0.0017 .1878E-05 .5157E-0
   41  *  *   0.00  0.000  0.032  0.4645    0.0000 .0000E+00 .0000E+00    0.1533 .4334E-02 .1024E-02    0.0008 .9088E-06 .3821E-0
   42  *  *   0.02  0.000  0.000  0.4645    0.0000 .0000E+00 .0000E+00    0.1394 .3941E-02 .9519E-03    0.0017 .1766E-05 .5011E-0
   43  *  *   0.00  0.000  0.029  0.4645    0.0000 .0000E+00 .0000E+00    0.1267 .3581E-02 .8850E-03    0.0016 .1707E-05 .4926E-0
   44  *  *   0.00  0.000  0.025  0.4645    0.0000 .0000E+00 .0000E+00    0.1150 .3253E-02 .8225E-03    0.0016 .1649E-05 .4841E-0
   45  *  *   0.00  0.000  0.029  0.4645    0.0000 .0000E+00 .0000E+00    0.1045 .2954E-02 .7642E-03    0.0016 .1591E-05 .4755E-0
   46  *  *   0.00  0.000  0.039  0.4645    0.0000 .0000E+00 .0000E+00    0.0948 .2681E-02 .7097E-03    0.0015 .1535E-05 .4670E-0
   47     *   0.33  0.333  0.000  0.4650    0.0064 .0000E+00 .1220E-01    0.0981 .2774E-02 .7283E-03    0.0015 .1453E-05 .4535E-0
   48     *   0.00  0.010  0.040  0.4648    0.0012 .0000E+00 .1026E-02    0.1096 .3099E-02 .7927E-03    0.0014 .1344E-05 .4357E-0
   49  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.1012 .2860E-02 .7456E-03    0.0014 .1276E-05 .4259E-0
   50     *   2.32  2.521  0.000  0.4648    0.0050 .0000E+00 .1467E-01    0.1063 .3007E-02 .7743E-03    0.0014 .1210E-05 .4137E-0
   51  *  *   0.00  0.000  0.032  0.4648    0.0000 .0000E+00 .0000E+00    0.1201 .3395E-02 .8497E-03    0.0013 .1117E-05 .3969E-0
   52  *  *   0.00  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.1090 .3083E-02 .7896E-03    0.0013 .1068E-05 .4862E-0
   53  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0990 .2799E-02 .7334E-03    0.0013 .1046E-05 .3850E-0
   54  *  *   0.00  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.0898 .2539E-02 .6810E-03    0.0013 .1023E-05 .3808E-0
   55  *  *   0.00  0.000  0.027  0.4648    0.0000 .0000E+00 .0000E+00    0.0814 .2303E-02 .6322E-03    0.0012 .9996E-06 .3765E-0
   56  *  *   0.00  0.000  0.021  0.4648    0.0000 .0000E+00 .0000E+00    0.0738 .2087E-02 .5866E-03    0.0012 .9756E-06 .3719E-0
   57  *  *   0.00  0.000  0.020  0.4648    0.0000 .0000E+00 .0000E+00    0.0669 .1891E-02 .5441E-03    0.0012 .9512E-06 .3672E-0
   58  *  *   0.00  0.000  0.030  0.4648    0.0000 .0000E+00 .0000E+00    0.0606 .1712E-02 .5045E-03    0.0012 .9265E-06 .3624E-0
   59  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0548 .1550E-02 .4676E-03    0.0006 .4508E-06 .2690E-0
   60     *   0.00  0.033  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.0496 .1402E-02 .4332E-03    0.0012 .8809E-06 .3539E-0
   61     *   0.29  0.281  0.000  0.4654    0.0046 .0000E+00 .1068E-01    0.0554 .1566E-02 .4709E-03    0.0011 .8311E-06 .4283E-0
   62     *   0.00  0.160  0.022  0.4648    0.0041 .0000E+00 .3559E-02    0.0708 .2001E-02 .5680E-03    0.0011 .7395E-06 .3239E-0
   63     *   0.19  0.528  0.000  0.4648    0.0048 .0000E+00 .1446E-01    0.0841 .2379E-02 .6475E-03    0.0010 .6746E-06 .3094E-0
   64     *   0.45  0.436  0.006  0.4648    0.0051 .0000E+00 .8858E-02    0.1083 .3062E-02 .7853E-03    0.0010 .5919E-06 .2898E-0
   65     *   0.13  0.116  0.006  0.4648    0.0047 .0000E+00 .8075E-02    0.1205 .3408E-02 .8521E-03    0.0005 .2724E-06 .2090E-0
   66     *   0.83  0.816  0.005  0.4648    0.0052 .0000E+00 .9001E-02    0.1314 .3714E-02 .9099E-03    0.0009 .5176E-06 .2703E-0
   67     *   0.15  0.136  0.005  0.4648    0.0048 .0000E+00 .8269E-02    0.1420 .4015E-02 .9656E-03    0.0009 .4804E-06 .2604E-0
   68  *  *   0.14  0.000  0.058  0.4648    0.0000 .0000E+00 .0000E+00    0.1423 .4024E-02 .9673E-03    0.0008 .4582E-06 .2550E-0
   69     *   0.18  0.227  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.1294 .3658E-02 .8994E-03    0.0008 .4594E-06 .2562E-0
   70     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1175 .3323E-02 .8359E-03    0.0008 .4685E-06 .2587E-0
   71     *   0.04  0.028  0.005  0.4648    0.0037 .0000E+00 .6370E-02    0.1130 .3196E-02 .8115E-03    0.0008 .4658E-06 .3220E-0
   72     *   1.06  1.045  0.005  0.4648    0.0053 .0000E+00 .9226E-02    0.1220 .3450E-02 .8601E-03    0.0008 .4358E-06 .2487E-0
   73     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1256 .3552E-02 .8795E-03    0.0004 .2097E-06 .1827E-0
   74         0.00  0.000  0.131  0.4384    3.6828 .0000E+00 .2804E-01    0.1420 .4014E-02 .9641E-03    0.0008 .3901E-06 .2918E-0
   75         0.00  0.000  0.076  0.4196    4.6321 .0000E+00 .3677E-01    0.2106 .5954E-02 .1303E-02    0.0006 .2683E-06 .1952E-0
   76         0.09  0.000  0.085  0.4144    4.2473 .0000E+00 .3592E-01    0.2865 .8100E-02 .1649E-02    0.0005 .1798E-06 .1599E-0
   77         0.00  0.000  0.101  0.3918    3.8702 .0000E+00 .3509E-01    0.3537 .1000E-01 .1938E-02    0.0002 .6065E-07 .9872E-0
   78         0.24  0.000  0.078  0.4131    3.6431 .0000E+00 .3459E-01    0.4135 .1169E-01 .2185E-02    0.0004 .9767E-07 .1147E-0
   79         0.02  0.000  0.093  0.3952    3.4436 .0000E+00 .3415E-01    0.4669 .1320E-01 .2398E-02    0.0003 .6738E-07 .1182E-0
   80         0.00  0.000  0.090  0.3746    3.1802 .0000E+00 .3356E-01    0.5146 .1455E-01 .2584E-02    0.0002 .4028E-07 .7595E-0
   81         0.00  0.000  0.105  0.3516    2.9095 .0000E+00 .3296E-01    0.5567 .1574E-01 .2745E-02    0.0002 .2889E-07 .6441E-0
   82         0.00  0.000  0.108  0.3282    2.6715 .0000E+00 .3244E-01    0.5939 .1679E-01 .2885E-02    0.0002 .2151E-07 .5565E-0
   83         0.00  0.000  0.117  0.3034    2.4318 .0000E+00 .3191E-01    0.6266 .1772E-01 .3006E-02    0.0002 .1684E-07 .4929E-0
   84         0.00  0.000  0.098  0.2819    2.1751 .0000E+00 .3134E-01    0.6551 .1852E-01 .3111E-02    0.0001 .7014E-08 .3320E-0
   85         0.00  0.000  0.090  0.2616    1.9325 .0000E+00 .3080E-01    0.6799 .1922E-01 .3201E-02    0.0001 .1362E-07 .4331E-0
   86         0.00  0.000  0.140  0.2333    1.6421 .0000E+00 .3016E-01    0.7010 .1982E-01 .3277E-02    0.0001 .1287E-07 .4228E-0
   87         0.00  0.000  0.178  0.1988    1.0829 .0000E+00 .2893E-01    0.7182 .2031E-01 .3339E-02    0.0001 .1319E-07 .4301E-0
   88         0.00  0.000  0.127  0.1730    0.6872 .0000E+00 .2805E-01    0.7311 .2067E-01 .3385E-02    0.0002 .1462E-07 .4551E-0
   89         0.00  0.000  0.147  0.1474    0.1323 .0000E+00 .6835E-02    0.7204 .2037E-01 .3346E-02    0.0002 .2044E-07 .5477E-0
   90         0.00  0.000  0.074  0.1350    0.0000 .0000E+00 .0000E+00    0.6697 .1893E-01 .3163E-02    0.0002 .3872E-07 .7651E-0
   91         0.03  0.000  0.010  0.1383    0.0000 .0000E+00 .0000E+00    0.6121 .1731E-01 .2952E-02    0.0003 .7067E-07 .1307E-0
   92         0.18  0.000  0.027  0.1638    0.0000 .0000E+00 .0000E+00    0.5594 .1582E-01 .2755E-02    0.0004 .1252E-06 .1337E-0
   93         0.04  0.000  0.025  0.1664    0.0000 .0000E+00 .0000E+00    0.5111 .1445E-01 .2570E-02    0.0005 .1696E-06 .1555E-0
   94         0.00  0.000  0.029  0.1616    0.0000 .0000E+00 .0000E+00    0.4668 .1320E-01 .2398E-02    0.0006 .2152E-06 .1751E-0
   95         0.00  0.000  0.026  0.1572    0.0000 .0000E+00 .0000E+00    0.4262 .1205E-01 .2236E-02    0.0006 .2605E-06 .1925E-0
   96         0.00  0.000  0.025  0.1530    0.0000 .0000E+00 .0000E+00    0.3890 .1100E-01 .2085E-02    0.0007 .3044E-06 .2081E-0
   97         0.00  0.000  0.023  0.1492    0.0000 .0000E+00 .0000E+00    0.3550 .1004E-01 .1944E-02    0.0007 .3461E-06 .2218E-0
   98         0.00  0.000  0.019  0.1460    0.0000 .0000E+00 .0000E+00    0.3238 .9156E-02 .1812E-02    0.0008 .3849E-06 .2339E-0
   99         0.39  0.000  0.029  0.2062    0.0000 .0000E+00 .0000E+00    0.2953 .8349E-02 .1689E-02    0.0008 .4206E-06 .2444E-0
  100         0.00  0.000  0.025  0.2021    0.0000 .0000E+00 .0000E+00    0.2692 .7611E-02 .1573E-02    0.0008 .4527E-06 .2536E-0
  101         0.00  0.000  0.026  0.1977    0.0000 .0000E+00 .0000E+00    0.2453 .6936E-02 .1465E-02    0.0009 .4814E-06 .2615E-0
  102         0.00  0.000  0.025  0.1936    0.0000 .0000E+00 .0000E+00    0.2234 .6318E-02 .1365E-02    0.0009 .5064E-06 .2682E-0
  103         0.00  0.000  0.024  0.1896    0.0000 .0000E+00 .0000E+00    0.2035 .5753E-02 .1270E-02    0.0005 .2640E-06 .2057E-0
  104         0.00  0.000  0.023  0.1857    0.0000 .0000E+00 .0000E+00    0.1852 .5237E-02 .1183E-02    0.0009 .5375E-06 .2773E-0
  105         0.00  0.000  0.023  0.1819    0.0000 .0000E+00 .0000E+00    0.1685 .4765E-02 .1100E-02    0.0009 .5535E-06 .3515E-0
  106         0.00  0.000  0.022  0.1783    0.0000 .0000E+00 .0000E+00    0.1533 .4334E-02 .1024E-02    0.0009 .5732E-06 .2852E-0
  107         0.00  0.000  0.021  0.1747    0.0000 .0000E+00 .0000E+00    0.1394 .3940E-02 .9519E-03    0.0010 .5824E-06 .2875E-0
  108         0.00  0.000  0.021  0.1713    0.0000 .0000E+00 .0000E+00    0.1266 .3581E-02 .8849E-03    0.0005 .2971E-06 .2173E-0
  109         0.21  0.000  0.025  0.2021    0.0000 .0000E+00 .0000E+00    0.1150 .3253E-02 .8224E-03    0.0010 .5891E-06 .2899E-0
  110         0.00  0.000  0.020  0.1987    0.0000 .0000E+00 .0000E+00    0.1044 .2953E-02 .7641E-03    0.0010 .5919E-06 .2905E-0
  111         0.62  0.000  0.025  0.2979    0.0000 .0000E+00 .0000E+00    0.0948 .2680E-02 .7097E-03    0.0010 .5928E-06 .2907E-0
  112         0.28  0.000  0.123  0.3205    0.2216 .0000E+00 .2039E-01    0.1062 .3004E-02 .7731E-03    0.0009 .5637E-06 .2820E-0
  113         0.00  0.000  0.166  0.2883    0.3743 .0000E+00 .2736E-01    0.1563 .4420E-02 .1038E-02    0.0009 .4744E-06 .2560E-0
  114         0.00  0.000  0.142  0.2600    0.3873 .0000E+00 .2739E-01    0.2133 .6030E-02 .1316E-02    0.0008 .3695E-06 .2254E-0
  115         0.00  0.000  0.137  0.2326    0.2994 .0000E+00 .2719E-01    0.2652 .7498E-02 .1555E-02    0.0007 .2868E-06 .1988E-0
  116         0.00  0.000  0.133  0.2060    0.1548 .0000E+00 .2687E-01    0.3121 .8823E-02 .1761E-02    0.0006 .2263E-06 .1767E-0
  117         1.29  0.102  0.128  0.3806    0.0238 .0000E+00 .1219E-01    0.3398 .9609E-02 .1880E-02    0.0005 .1899E-06 .1629E-0
  118         0.00  0.000  0.143  0.3515    2.1093 .0000E+00 .3120E-01    0.3606 .1019E-01 .1967E-02    0.0005 .1696E-06 .1923E-0



  119         0.00  0.000  0.164  0.3189    2.3720 .0000E+00 .3178E-01    0.4106 .1161E-01 .2173E-02    0.0004 .1244E-06 .1332E-0
  120         0.00  0.000  0.167  0.2858    2.0911 .0000E+00 .3116E-01    0.4568 .1292E-01 .2358E-02    0.0004 .9611E-07 .1171E-0
  121         0.00  0.000  0.135  0.2582    1.9039 .0000E+00 .3074E-01    0.4978 .1407E-01 .2519E-02    0.0003 .7615E-07 .1043E-0
  122         0.00  0.000  0.184  0.2225    1.5127 .0000E+00 .2988E-01    0.5337 .1509E-01 .2657E-02    0.0003 .6225E-07 .9436E-0
  123         0.00  0.000  0.171  0.1892    0.9409 .0000E+00 .2861E-01    0.5640 .1595E-01 .2772E-02    0.0003 .5325E-07 .8732E-0
  124         0.00  0.000  0.167  0.1579    0.4753 .0000E+00 .2087E-01    0.5821 .1646E-01 .2840E-02    0.0003 .5089E-07 .8539E-0
  125         0.00  0.000  0.137  0.1350    0.0000 .0000E+00 .0000E+00    0.5654 .1599E-01 .2778E-02    0.0003 .6505E-07 .9647E-0
  126         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5166 .1461E-01 .2592E-02    0.0004 .9949E-07 .1192E-0
  127         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4718 .1334E-01 .2418E-02    0.0005 .1369E-06 .1397E-0
  128         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4308 .1218E-01 .2255E-02    0.0003 .8734E-07 .1185E-0
  129         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3933 .1112E-01 .2103E-02    0.0005 .2003E-06 .1707E-0
  130         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3589 .1015E-01 .1960E-02    0.0006 .2384E-06 .1859E-0
  131         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3274 .9257E-02 .1827E-02    0.0006 .2751E-06 .2500E-0
  132         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2985 .8441E-02 .1703E-02    0.0007 .3229E-06 .2142E-0
  133         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2722 .7695E-02 .1587E-02    0.0007 .3544E-06 .2244E-0
  134         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2480 .7013E-02 .1478E-02    0.0008 .3832E-06 .2333E-0
  135         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2259 .6389E-02 .1376E-02    0.0004 .2045E-06 .1810E-0
  136         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2057 .5818E-02 .1281E-02    0.0008 .4222E-06 .2460E-0
  137         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1873 .5296E-02 .1193E-02    0.0008 .4431E-06 .2519E-0
  138         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1704 .4819E-02 .1110E-02    0.0008 .4594E-06 .3211E-0
  139         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1550 .4383E-02 .1032E-02    0.0009 .4833E-06 .2619E-0
  140         0.15  0.000  0.016  0.1574    0.0000 .0000E+00 .0000E+00    0.1409 .3985E-02 .9601E-03    0.0009 .4951E-06 .2651E-0
  141         0.12  0.000  0.016  0.1748    0.0000 .0000E+00 .0000E+00    0.1281 .3622E-02 .8926E-03    0.0004 .2543E-06 .2011E-0
  142         0.00  0.000  0.017  0.1718    0.0000 .0000E+00 .0000E+00    0.1164 .3290E-02 .8296E-03    0.0009 .5068E-06 .2690E-0
  143         0.08  0.000  0.021  0.1816    0.0000 .0000E+00 .0000E+00    0.1057 .2987E-02 .7708E-03    0.0009 .5125E-06 .2704E-0
  144         0.02  0.000  0.025  0.1808    0.0000 .0000E+00 .0000E+00    0.0959 .2711E-02 .7159E-03    0.0009 .5163E-06 .2714E-0
  145         0.32  0.000  0.027  0.2296    0.0000 .0000E+00 .0000E+00    0.0870 .2460E-02 .6647E-03    0.0009 .5160E-06 .3394E-0
  146         0.23  0.000  0.028  0.2634    0.0000 .0000E+00 .0000E+00    0.0789 .2230E-02 .6169E-03    0.0009 .5209E-06 .2719E-0
  147         0.18  0.000  0.029  0.2885    0.0000 .0000E+00 .0000E+00    0.0715 .2021E-02 .5724E-03    0.0005 .2620E-06 .2041E-0
  148         0.00  0.000  0.269  0.2426    0.0126 .0000E+00 .6661E-02    0.0714 .2018E-02 .5716E-03    0.0009 .5058E-06 .2679E-0
  149         0.09  0.000  0.030  0.2502    0.0249 .0000E+00 .1482E-01    0.0900 .2546E-02 .6818E-03    0.0009 .4638E-06 .3176E-0
  150         1.90  0.369  0.030  0.4977    0.9960 .0000E+00 .1547E-01    0.1208 .3416E-02 .8533E-03    0.0008 .3745E-06 .2306E-0
  151         0.00  0.000  0.262  0.4476    5.4077 .0000E+00 .3849E-01    0.1728 .4885E-02 .1119E-02    0.0007 .2856E-06 .2014E-0
  152         0.01  0.000  0.145  0.4190    4.5728 .0000E+00 .3664E-01    0.2554 .7221E-02 .1510E-02    0.0005 .1829E-06 .1613E-0
  153         0.25  0.000  0.195  0.4222    4.1039 .0000E+00 .3561E-01    0.3269 .9244E-02 .1825E-02    0.0002 .5959E-07 .9760E-0
  154         0.38  0.000  0.213  0.4440    3.9326 .0000E+00 .3523E-01    0.3904 .1104E-01 .2091E-02    0.0004 .9300E-07 .1115E-0
  155         0.00  0.000  0.251  0.3962    4.1781 .0000E+00 .3577E-01    0.4484 .1268E-01 .2325E-02    0.0003 .6057E-07 .1113E-0
  156         0.24  0.000  0.221  0.3936    3.5724 .0000E+00 .3443E-01    0.5011 .1417E-01 .2532E-02    0.0002 .3203E-07 .6775E-0
  157         0.19  0.000  0.236  0.3803    3.0998 .0000E+00 .3339E-01    0.5462 .1544E-01 .2705E-02    0.0001 .1049E-07 .4074E-0
  158         0.00  0.000  0.264  0.3309    2.7226 .0000E+00 .3255E-01    0.5851 .1654E-01 .2851E-02    0.0002 .1714E-07 .5964E-0
  159         0.00  0.000  0.263  0.2818    2.3083 .0000E+00 .3164E-01    0.6184 .1749E-01 .2976E-02    0.0001 .1039E-07 .3879E-0
  160         0.00  0.000  0.279  0.2303    1.7223 .0000E+00 .3034E-01    0.6462 .1827E-01 .3078E-02    0.0001 .8323E-08 .3477E-0
  161         0.00  0.000  0.270  0.1806    0.9137 .0000E+00 .2855E-01    0.6678 .1888E-01 .3157E-02    0.0001 .7702E-08 .3348E-0
  162         0.02  0.000  0.219  0.1451    0.2339 .0000E+00 .1375E-01    0.6701 .1895E-01 .3165E-02    0.0001 .1071E-07 .3943E-0
  163         0.22  0.000  0.101  0.1650    0.0000 .0000E+00 .0000E+00    0.6346 .1794E-01 .3035E-02    0.0002 .2400E-07 .5879E-0
  164         0.00  0.000  0.037  0.1588    0.0000 .0000E+00 .0000E+00    0.5800 .1640E-01 .2833E-02    0.0003 .4995E-07 .8459E-0
  165         0.00  0.000  0.047  0.1509    0.0000 .0000E+00 .0000E+00    0.5300 .1499E-01 .2643E-02    0.0004 .8167E-07 .1080E-0
  166         0.00  0.000  0.054  0.1419    0.0000 .0000E+00 .0000E+00    0.4841 .1369E-01 .2466E-02    0.0004 .1171E-06 .1292E-0
  167         0.00  0.000  0.038  0.1356    0.0000 .0000E+00 .0000E+00    0.4421 .1250E-01 .2300E-02    0.0005 .1545E-06 .1484E-0
  168         0.14  0.000  0.033  0.1533    0.0000 .0000E+00 .0000E+00    0.4036 .1141E-01 .2145E-02    0.0005 .1925E-06 .1656E-0
  169         0.00  0.000  0.024  0.1493    0.0000 .0000E+00 .0000E+00    0.3683 .1041E-01 .2000E-02    0.0003 .1149E-06 .1357E-0
  170         0.47  0.000  0.041  0.2208    0.0000 .0000E+00 .0000E+00    0.3360 .9501E-02 .1864E-02    0.0006 .2528E-06 .2399E-0
  171         0.00  0.000  0.221  0.1839    0.0000 .0000E+00 .0000E+00    0.3064 .8665E-02 .1737E-02    0.0007 .3007E-06 .2068E-0
  172         0.00  0.000  0.056  0.1745    0.0000 .0000E+00 .0000E+00    0.2794 .7900E-02 .1619E-02    0.0007 .3328E-06 .2175E-0
  173         0.00  0.000  0.058  0.1649    0.0000 .0000E+00 .0000E+00    0.2546 .7200E-02 .1508E-02    0.0007 .3622E-06 .2268E-0
  174         0.00  0.000  0.064  0.1543    0.0000 .0000E+00 .0000E+00    0.2320 .6559E-02 .1404E-02    0.0008 .3888E-06 .2350E-0
  175         0.00  0.000  0.061  0.1441    0.0000 .0000E+00 .0000E+00    0.2113 .5974E-02 .1308E-02    0.0008 .4126E-06 .2421E-0
  176         0.00  0.000  0.041  0.1373    0.0000 .0000E+00 .0000E+00    0.1923 .5439E-02 .1217E-02    0.0008 .4335E-06 .2481E-0
  177         0.00  0.000  0.014  0.1350    0.0000 .0000E+00 .0000E+00    0.1750 .4949E-02 .1133E-02    0.0008 .4515E-06 .2532E-0
  178         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1592 .4502E-02 .1054E-02    0.0009 .4669E-06 .2574E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1448 .4094E-02 .9801E-03    0.0009 .4796E-06 .2609E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1316 .3721E-02 .9112E-03    0.0009 .4899E-06 .2637E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1196 .3381E-02 .8470E-03    0.0009 .4980E-06 .2659E-0
  182         0.52  0.000  0.044  0.2143    0.0000 .0000E+00 .0000E+00    0.1086 .3070E-02 .7870E-03    0.0009 .5039E-06 .2674E-0
  183         0.15  0.000  0.059  0.2294    0.0000 .0000E+00 .0000E+00    0.0986 .2787E-02 .7311E-03    0.0009 .5079E-06 .2685E-0
  184         0.00  0.000  0.313  0.1772    0.0000 .0000E+00 .0000E+00    0.0894 .2529E-02 .6788E-03    0.0004 .2550E-06 .2022E-0
  185         0.00  0.000  0.075  0.1648    0.0000 .0000E+00 .0000E+00    0.0811 .2293E-02 .6301E-03    0.0009 .5083E-06 .2692E-0
  186         0.00  0.000  0.076  0.1522    0.0000 .0000E+00 .0000E+00    0.0735 .2078E-02 .5847E-03    0.0009 .5080E-06 .2691E-0
  187         0.00  0.000  0.067  0.1411    0.0000 .0000E+00 .0000E+00    0.0666 .1883E-02 .5423E-03    0.0009 .5064E-06 .3353E-0
  188         0.00  0.000  0.032  0.1358    0.0000 .0000E+00 .0000E+00    0.0603 .1705E-02 .5028E-03    0.0009 .5047E-06 .2676E-0
  189         0.15  0.000  0.040  0.1540    0.0000 .0000E+00 .0000E+00    0.0546 .1543E-02 .4660E-03    0.0004 .2502E-06 .2003E-0
  190         0.00  0.000  0.038  0.1477    0.0000 .0000E+00 .0000E+00    0.0493 .1395E-02 .4317E-03    0.0009 .4950E-06 .2655E-0
  191         0.00  0.000  0.055  0.1386    0.0000 .0000E+00 .0000E+00    0.0446 .1261E-02 .3998E-03    0.0009 .4895E-06 .2640E-0
  192         0.00  0.000  0.017  0.1357    0.0000 .0000E+00 .0000E+00    0.0403 .1139E-02 .3701E-03    0.0009 .4833E-06 .2623E-0
  193         0.00  0.000  0.003  0.1351    0.0000 .0000E+00 .0000E+00    0.0364 .1029E-02 .3424E-03    0.0009 .4765E-06 .2604E-0
  194         0.04  0.000  0.016  0.1391    0.0000 .0000E+00 .0000E+00    0.0328 .9282E-03 .3166E-03    0.0009 .4692E-06 .2584E-0
  195         0.00  0.000  0.008  0.1378    0.0000 .0000E+00 .0000E+00    0.0296 .8369E-03 .2926E-03    0.0008 .4615E-06 .2562E-0
  196         0.00  0.000  0.013  0.1357    0.0000 .0000E+00 .0000E+00    0.0267 .7541E-03 .2703E-03    0.0008 .4534E-06 .2540E-0
  197         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.0240 .6790E-03 .2496E-03    0.0008 .4451E-06 .2516E-0
  198         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0216 .6110E-03 .2303E-03    0.0008 .4366E-06 .2492E-0
  199         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0194 .5494E-03 .2125E-03    0.0008 .4279E-06 .2467E-0
  200         0.41  0.000  0.034  0.1977    0.0000 .0000E+00 .0000E+00    0.0175 .4936E-03 .1958E-03    0.0008 .4174E-06 .3046E-0
  201         0.00  0.000  0.188  0.1663    0.0000 .0000E+00 .0000E+00    0.0157 .4431E-03 .1804E-03    0.0008 .4088E-06 .2409E-0
  202         0.26  0.000  0.097  0.1935    0.0000 .0000E+00 .0000E+00    0.0141 .3974E-03 .1661E-03    0.0008 .3998E-06 .2382E-0
  203         0.00  0.000  0.257  0.1507    0.0000 .0000E+00 .0000E+00    0.0126 .3562E-03 .1528E-03    0.0008 .3909E-06 .2355E-0
  204         0.00  0.000  0.085  0.1366    0.0000 .0000E+00 .0000E+00    0.0113 .3189E-03 .1405E-03    0.0008 .3820E-06 .2329E-0
  205         0.19  0.000  0.057  0.1587    0.0000 .0000E+00 .0000E+00    0.0101 .2853E-03 .1291E-03    0.0008 .3732E-06 .2302E-0
  206         0.13  0.000  0.059  0.1705    0.0000 .0000E+00 .0000E+00    0.0090 .2550E-03 .1185E-03    0.0008 .3645E-06 .2275E-0
  207         0.00  0.000  0.128  0.1491    0.0000 .0000E+00 .0000E+00    0.0081 .2277E-03 .1088E-03    0.0007 .3559E-06 .2248E-0
  208         0.00  0.000  0.051  0.1407    0.0000 .0000E+00 .0000E+00    0.0072 .2031E-03 .9970E-04    0.0007 .3474E-06 .2221E-0
  209         0.00  0.000  0.029  0.1359    0.0000 .0000E+00 .0000E+00    0.0064 .1810E-03 .9133E-04    0.0007 .3391E-06 .2194E-0
  210         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0057 .1611E-03 .8359E-04    0.0007 .3308E-06 .2167E-0
  211         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0051 .1432E-03 .7645E-04    0.0007 .3228E-06 .2141E-0
  212         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0045 .1272E-03 .6985E-04    0.0007 .3149E-06 .2114E-0
  213         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0040 .1128E-03 .6376E-04    0.0003 .1536E-06 .1569E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0035 .9991E-04 .5815E-04    0.0007 .3013E-06 .2069E-0



  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0031 .8838E-04 .5297E-04    0.0007 .2938E-06 .2043E-0
  216         0.57  0.000  0.078  0.2170    0.0000 .0000E+00 .0000E+00    0.0028 .7808E-04 .4821E-04    0.0007 .2866E-06 .2018E-0
  217         0.00  0.000  0.248  0.1757    0.0000 .0000E+00 .0000E+00    0.0024 .6887E-04 .4383E-04    0.0007 .2795E-06 .1993E-0
  218         0.00  0.000  0.217  0.1395    0.0000 .0000E+00 .0000E+00    0.0021 .6066E-04 .3980E-04    0.0006 .2726E-06 .1968E-0
  219         0.90  0.013  0.157  0.2611    0.0000 .0000E+00 .0000E+00    0.0019 .5335E-04 .3610E-04    0.0006 .2659E-06 .1944E-0
  220         1.94  0.578  0.241  0.4456    0.4393 .0000E+00 .1424E-01    0.0158 .4456E-03 .1719E-03    0.0006 .2368E-06 .2258E-0
  221         0.00  0.000  0.295  0.3907    3.8862 .0000E+00 .3512E-01    0.0718 .2030E-02 .5678E-03    0.0005 .1308E-06 .1363E-0
  222         0.00  0.000  0.258  0.3421    3.3394 .0000E+00 .3392E-01    0.1551 .4384E-02 .1031E-02    0.0003 .5637E-07 .8956E-0
  223         0.84  0.033  0.202  0.4375    2.9964 .0000E+00 .3316E-01    0.2284 .6458E-02 .1387E-02    0.0001 .1036E-07 .4088E-0
  224         0.10  0.000  0.206  0.4139    3.9978 .0000E+00 .3537E-01    0.2964 .8381E-02 .1693E-02    0.0001 .1004E-07 .3284E-0
  225         0.00  0.000  0.252  0.3661    3.7205 .0000E+00 .3476E-01    0.3616 .1022E-01 .1971E-02    0.0000 .1233E-08 .7128E-0
  226         0.00  0.000  0.220  0.3239    3.0774 .0000E+00 .3334E-01    0.4189 .1184E-01 .2207E-02    0.0000 .0000E+00 .0000E+0
  227         0.00  0.000  0.215  0.2828    2.5193 .0000E+00 .3210E-01    0.4678 .1323E-01 .2402E-02    0.0000 .0000E+00 .0000E+0
  228         0.00  0.000  0.233  0.2388    1.8171 .0000E+00 .3055E-01    0.5092 .1440E-01 .2563E-02    0.0000 .0000E+00 .0000E+0
  229         0.06  0.000  0.183  0.2135    1.2045 .0000E+00 .2920E-01    0.5432 .1536E-01 .2693E-02    0.0000 .0000E+00 .0000E+0
  230         0.00  0.000  0.202  0.1751    0.7199 .0000E+00 .2812E-01    0.5711 .1615E-01 .2799E-02    0.0000 .0000E+00 .0000E+0
  231         0.00  0.000  0.187  0.1429    0.1330 .0000E+00 .6846E-02    0.5739 .1623E-01 .2809E-02    0.0000 .0000E+00 .0000E+0
  232         1.43  0.135  0.200  0.3254    0.0000 .0000E+00 .0000E+00    0.5353 .1514E-01 .2663E-02    0.0000 .0000E+00 .0000E+0
  233         0.00  0.000  0.221  0.2852    0.5330 .0000E+00 .2108E-01    0.5100 .1442E-01 .2566E-02    0.0000 .0000E+00 .0000E+0
  234         0.00  0.000  0.271  0.2352    0.8200 .0000E+00 .2834E-01    0.5278 .1492E-01 .2635E-02    0.0000 .0000E+00 .0000E+0
  235         0.00  0.000  0.200  0.1972    0.6469 .0000E+00 .2796E-01    0.5555 .1571E-01 .2740E-02    0.0000 .0000E+00 .0000E+0
  236         0.15  0.000  0.172  0.1889    0.4688 .0000E+00 .2757E-01    0.5799 .1640E-01 .2832E-02    0.0000 .0000E+00 .0000E+0
  237         0.00  0.000  0.188  0.1553    0.1612 .0000E+00 .1359E-01    0.5877 .1662E-01 .2861E-02    0.0000 .0000E+00 .0000E+0
  238         0.18  0.000  0.150  0.1603    0.0000 .0000E+00 .0000E+00    0.5589 .1580E-01 .2753E-02    0.0000 .0000E+00 .0000E+0
  239         0.00  0.000  0.115  0.1412    0.0000 .0000E+00 .0000E+00    0.5106 .1444E-01 .2568E-02    0.0000 .1766E-11 .5309E-0
  240         0.30  0.000  0.124  0.1706    0.0000 .0000E+00 .0000E+00    0.4663 .1319E-01 .2396E-02    0.0000 .1889E-08 .1735E-0
  241         0.00  0.000  0.156  0.1445    0.0000 .0000E+00 .0000E+00    0.4258 .1204E-01 .2235E-02    0.0001 .9092E-08 .3766E-0
  242         0.00  0.000  0.050  0.1361    0.0000 .0000E+00 .0000E+00    0.3886 .1099E-01 .2084E-02    0.0002 .2089E-07 .5628E-0
  243         0.00  0.000  0.006  0.1352    0.0000 .0000E+00 .0000E+00    0.3546 .1003E-01 .1943E-02    0.0002 .3603E-07 .7331E-0
  244         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.3235 .9147E-02 .1811E-02    0.0003 .5347E-07 .1121E-0
  245         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.2950 .8341E-02 .1687E-02    0.0004 .7944E-07 .1064E-0
  246         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2689 .7604E-02 .1572E-02    0.0004 .9928E-07 .1189E-0
  247         0.36  0.000  0.075  0.1825    0.0000 .0000E+00 .0000E+00    0.2451 .6929E-02 .1464E-02    0.0004 .1191E-06 .1302E-0
  248         0.00  0.000  0.134  0.1603    0.0000 .0000E+00 .0000E+00    0.2232 .6312E-02 .1364E-02    0.0002 .6927E-07 .1053E-0
  249         0.00  0.000  0.125  0.1394    0.0000 .0000E+00 .0000E+00    0.2033 .5747E-02 .1270E-02    0.0005 .1502E-06 .1473E-0
  250         0.00  0.000  0.022  0.1358    0.0000 .0000E+00 .0000E+00    0.1850 .5232E-02 .1182E-02    0.0005 .1682E-06 .1557E-0
  251         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.1684 .4760E-02 .1099E-02    0.0005 .1851E-06 .1632E-0
  252         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1531 .4330E-02 .1023E-02    0.0006 .2004E-06 .2126E-0
  253         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1392 .3936E-02 .9511E-03    0.0003 .1109E-06 .1330E-0
  254         0.04  0.000  0.028  0.1370    0.0000 .0000E+00 .0000E+00    0.1265 .3577E-02 .8842E-03    0.0006 .2283E-06 .1809E-0
  255         0.39  0.000  0.064  0.1913    0.0000 .0000E+00 .0000E+00    0.1149 .3249E-02 .8218E-03    0.0006 .2394E-06 .2319E-0
  256         0.00  0.000  0.140  0.1679    0.0000 .0000E+00 .0000E+00    0.1043 .2950E-02 .7635E-03    0.0003 .1281E-06 .1429E-0
  257         0.00  0.000  0.081  0.1545    0.0000 .0000E+00 .0000E+00    0.0947 .2677E-02 .7091E-03    0.0006 .2595E-06 .1927E-0
  258         1.03  0.032  0.084  0.3068    0.0000 .0000E+00 .0000E+00    0.0859 .2429E-02 .6583E-03    0.0006 .2674E-06 .1955E-0
  259         0.00  0.000  0.140  0.2800    0.1909 .0000E+00 .2032E-01    0.0981 .2773E-02 .7271E-03    0.0006 .2546E-06 .1893E-0
  260         0.00  0.000  0.135  0.2529    0.3879 .0000E+00 .2739E-01    0.1488 .4207E-02 .9995E-03    0.0006 .2009E-06 .1653E-0
  261         0.00  0.000  0.185  0.2175    0.2935 .0000E+00 .2718E-01    0.2062 .5831E-02 .1283E-02    0.0005 .1384E-06 .1364E-0
  262         0.00  0.000  0.138  0.1899    0.1439 .0000E+00 .2685E-01    0.2581 .7297E-02 .1523E-02    0.0004 .9257E-07 .1115E-0
  263         0.00  0.000  0.150  0.1627    0.0329 .0000E+00 .1333E-01    0.2915 .8243E-02 .1672E-02    0.0003 .6644E-07 .9532E-0
  264         0.00  0.000  0.133  0.1405    0.0060 .0000E+00 .0000E+00    0.2872 .8120E-02 .1653E-02    0.0003 .6221E-07 .9438E-0
  265         0.00  0.000  0.033  0.1350    0.0000 .0000E+00 .0000E+00    0.2618 .7401E-02 .1540E-02    0.0003 .7477E-07 .1045E-0
  266         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2385 .6744E-02 .1434E-02    0.0004 .9255E-07 .1160E-0
  267         0.10  0.000  0.030  0.1467    0.0000 .0000E+00 .0000E+00    0.2172 .6143E-02 .1336E-02    0.0004 .1103E-06 .1587E-0
  268         1.42  0.135  0.116  0.3416    0.0000 .0000E+00 .0000E+00    0.1978 .5593E-02 .1243E-02    0.0005 .1341E-06 .1381E-0
  269         0.00  0.000  0.145  0.3139    0.8203 .0000E+00 .2171E-01    0.2016 .5700E-02 .1261E-02    0.0004 .1302E-06 .1361E-0
  270         0.92  0.040  0.152  0.4302    1.7370 .0000E+00 .3037E-01    0.2485 .7028E-02 .1480E-02    0.0004 .9203E-07 .1145E-0
  271         0.02  0.000  0.107  0.4098    3.8462 .0000E+00 .3504E-01    0.3100 .8767E-02 .1752E-02    0.0003 .5472E-07 .8833E-0
  272         0.00  0.000  0.132  0.3821    3.6814 .0000E+00 .3467E-01    0.3735 .1056E-01 .2021E-02    0.0002 .2830E-07 .6361E-0
  273         0.47  0.000  0.104  0.4374    3.5086 .0000E+00 .3429E-01    0.4306 .1217E-01 .2254E-02    0.0001 .1310E-07 .4338E-0
  274         0.22  0.000  0.118  0.4485    4.2353 .0000E+00 .3590E-01    0.4838 .1368E-01 .2464E-02    0.0000 .2355E-08 .1922E-0
  275         0.00  0.000  0.095  0.4266    4.4786 .0000E+00 .3643E-01    0.5358 .1515E-01 .2665E-02    0.0001 .2165E-08 .1451E-0
  276         0.00  0.000  0.073  0.4086    4.0801 .0000E+00 .3555E-01    0.5833 .1649E-01 .2845E-02    0.0000 .2793E-09 .3152E-0
  277         0.00  0.000  0.058  0.3932    3.7844 .0000E+00 .3490E-01    0.6249 .1767E-01 .3000E-02    0.0000 .6188E-13 .4691E-0
  278         0.00  0.000  0.062  0.3772    3.5351 .0000E+00 .3435E-01    0.6614 .1870E-01 .3133E-02    0.0000 .0000E+00 .0000E+0
  279         0.00  0.000  0.096  0.3556    3.2654 .0000E+00 .3375E-01    0.6934 .1961E-01 .3249E-02    0.0000 .0000E+00 .0000E+0
  280         0.00  0.000  0.082  0.3364    2.9805 .0000E+00 .3312E-01    0.7211 .2039E-01 .3349E-02    0.0000 .0000E+00 .0000E+0
  281         0.00  0.000  0.092  0.3156    2.7505 .0000E+00 .3261E-01    0.7450 .2107E-01 .3434E-02    0.0000 .0000E+00 .0000E+0
  282         0.00  0.000  0.114  0.2913    2.4790 .0000E+00 .3201E-01    0.7656 .2165E-01 .3507E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.066  0.2752    2.1022 .0000E+00 .3118E-01    0.7826 .2213E-01 .3567E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.066  0.2590    1.8523 .0000E+00 .3063E-01    0.7963 .2252E-01 .3615E-02    0.0000 .0000E+00 .0000E+0
  285         0.00  0.000  0.061  0.2439    1.6857 .0000E+00 .3026E-01    0.8077 .2284E-01 .3655E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.075  0.2264    1.4221 .0000E+00 .2968E-01    0.8169 .2310E-01 .3687E-02    0.0000 .0000E+00 .0000E+0
  287         0.00  0.000  0.096  0.2057    1.0137 .0000E+00 .2877E-01    0.8235 .2329E-01 .3710E-02    0.0000 .0000E+00 .0000E+0
  288         0.00  0.000  0.109  0.1828    0.7946 .0000E+00 .2829E-01    0.8277 .2340E-01 .3724E-02    0.0000 .2689E-10 .1709E-0
  289         0.00  0.000  0.077  0.1653    0.4538 .0000E+00 .2754E-01    0.8299 .2347E-01 .3732E-02    0.0000 .6505E-09 .1380E-0
  290         0.00  0.000  0.070  0.1526    0.0481 .0000E+00 .6717E-02    0.8101 .2291E-01 .3663E-02    0.0001 .5397E-08 .2819E-0
  291         0.00  0.000  0.071  0.1407    0.0000 .0000E+00 .0000E+00    0.7518 .2126E-01 .3458E-02    0.0002 .2258E-07 .5713E-0
  292         0.00  0.000  0.034  0.1350    0.0000 .0000E+00 .0000E+00    0.6874 .1944E-01 .3228E-02    0.0003 .5311E-07 .8731E-0
  293         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6284 .1777E-01 .3013E-02    0.0004 .9195E-07 .1147E-0
  294         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5743 .1624E-01 .2811E-02    0.0005 .1362E-06 .1394E-0
  295         0.03  0.000  0.020  0.1366    0.0000 .0000E+00 .0000E+00    0.5248 .1484E-01 .2623E-02    0.0005 .1833E-06 .1617E-0
  296         0.00  0.000  0.003  0.1361    0.0000 .0000E+00 .0000E+00    0.4793 .1355E-01 .2447E-02    0.0006 .2315E-06 .1816E-0
  297         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.4377 .1238E-01 .2282E-02    0.0007 .2793E-06 .1994E-0
  298         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.3996 .1130E-01 .2128E-02    0.0007 .3254E-06 .2151E-0
  299  *      0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3646 .1031E-01 .1984E-02    0.0008 .3690E-06 .2290E-0
  300         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3326 .9406E-02 .1850E-02    0.0008 .4096E-06 .2413E-0
  301         0.31  0.000  0.031  0.1816    0.0000 .0000E+00 .0000E+00    0.3034 .8578E-02 .1724E-02    0.0004 .2243E-06 .1892E-0
  302         0.29  0.000  0.038  0.2236    0.0000 .0000E+00 .0000E+00    0.2766 .7820E-02 .1606E-02    0.0008 .4665E-06 .2589E-0
  303         0.20  0.000  0.060  0.2469    0.0000 .0000E+00 .0000E+00    0.2521 .7127E-02 .1496E-02    0.0009 .4972E-06 .2671E-0
  304         0.12  0.000  0.066  0.2559    0.0000 .0000E+00 .0000E+00    0.2296 .6493E-02 .1393E-02    0.0009 .5241E-06 .2741E-0
  305         0.00  0.000  0.061  0.2457    0.0000 .0000E+00 .0000E+00    0.2091 .5913E-02 .1297E-02    0.0009 .5473E-06 .2799E-0
  306         0.28  0.000  0.067  0.2811    0.0000 .0000E+00 .0000E+00    0.1904 .5383E-02 .1208E-02    0.0009 .5669E-06 .2848E-0
  307         0.00  0.000  0.057  0.2716    0.0008 .0000E+00 .2573E-03    0.1735 .4906E-02 .1125E-02    0.0009 .5828E-06 .3606E-0
  308         0.00  0.000  0.055  0.2624    0.0000 .0000E+00 .0000E+00    0.1582 .4474E-02 .1049E-02    0.0010 .6017E-06 .2922E-0
  309         0.02  0.000  0.061  0.2556    0.0000 .0000E+00 .0000E+00    0.1439 .4068E-02 .9754E-03    0.0010 .6109E-06 .2944E-0
  310         0.02  0.000  0.059  0.2491    0.0000 .0000E+00 .0000E+00    0.1308 .3698E-02 .9069E-03    0.0010 .6174E-06 .2960E-0



  311         0.00  0.000  0.070  0.2374    0.0000 .0000E+00 .0000E+00    0.1188 .3359E-02 .8429E-03    0.0005 .3136E-06 .2232E-0
  312         0.00  0.000  0.059  0.2276    0.0007 .0000E+00 .1146E-03    0.1080 .3054E-02 .7838E-03    0.0010 .6195E-06 .3710E-0
  313         0.17  0.000  0.061  0.2458    0.0000 .0000E+00 .0000E+00    0.0982 .2777E-02 .7291E-03    0.0010 .6223E-06 .2971E-0
  314         0.00  0.000  0.059  0.2360    0.0000 .0000E+00 .0000E+00    0.0891 .2520E-02 .6770E-03    0.0010 .6203E-06 .2967E-0
  315         0.00  0.000  0.062  0.2257    0.0000 .0000E+00 .0000E+00    0.0808 .2285E-02 .6284E-03    0.0010 .6168E-06 .2958E-0
  316         0.00  0.000  0.067  0.2146    0.0000 .0000E+00 .0000E+00    0.0732 .2071E-02 .5831E-03    0.0005 .3059E-06 .2215E-0
  317         0.00  0.000  0.064  0.2039    0.0000 .0000E+00 .0000E+00    0.0664 .1876E-02 .5409E-03    0.0010 .6050E-06 .2935E-0
  318         0.00  0.000  0.059  0.1941    0.0000 .0000E+00 .0000E+00    0.0601 .1699E-02 .5015E-03    0.0010 .5953E-06 .3642E-0
  319         0.00  0.000  0.057  0.1846    0.0000 .0000E+00 .0000E+00    0.0544 .1537E-02 .4647E-03    0.0010 .5903E-06 .2894E-0
  320         0.00  0.000  0.053  0.1757    0.0000 .0000E+00 .0000E+00    0.0492 .1390E-02 .4305E-03    0.0009 .5815E-06 .2872E-0
  321         0.00  0.000  0.039  0.1693    0.0000 .0000E+00 .0000E+00    0.0444 .1257E-02 .3987E-03    0.0009 .5719E-06 .2849E-0
  322         0.00  0.000  0.039  0.1628    0.0000 .0000E+00 .0000E+00    0.0402 .1135E-02 .3690E-03    0.0005 .2809E-06 .2123E-0
  323         0.39  0.000  0.053  0.2189    0.0000 .0000E+00 .0000E+00    0.0362 .1025E-02 .3414E-03    0.0009 .5526E-06 .2804E-0
  324         0.00  0.000  0.037  0.2128    0.0000 .0000E+00 .0000E+00    0.0327 .9248E-03 .3157E-03    0.0009 .5420E-06 .2776E-0
  325         0.00  0.000  0.034  0.2070    0.0000 .0000E+00 .0000E+00    0.0295 .8338E-03 .2918E-03    0.0009 .5286E-06 .3429E-0
  326         0.00  0.000  0.033  0.2016    0.0000 .0000E+00 .0000E+00    0.0266 .7513E-03 .2696E-03    0.0009 .5183E-06 .2712E-0
  327         0.00  0.000  0.031  0.1965    0.0000 .0000E+00 .0000E+00    0.0239 .6765E-03 .2489E-03    0.0009 .5069E-06 .2682E-0
  328         0.00  0.000  0.030  0.1915    0.0000 .0000E+00 .0000E+00    0.0215 .6087E-03 .2297E-03    0.0009 .4955E-06 .2652E-0
  329         0.00  0.000  0.028  0.1868    0.0000 .0000E+00 .0000E+00    0.0194 .5473E-03 .2118E-03    0.0009 .4841E-06 .2621E-0
  330         0.00  0.000  0.027  0.1822    0.0000 .0000E+00 .0000E+00    0.0174 .4917E-03 .1953E-03    0.0009 .4726E-06 .2590E-0
  331         0.06  0.000  0.039  0.1858    0.0000 .0000E+00 .0000E+00    0.0156 .4413E-03 .1799E-03    0.0008 .4613E-06 .2559E-0
  332         0.38  0.000  0.038  0.2428    0.0000 .0000E+00 .0000E+00    0.0140 .3959E-03 .1656E-03    0.0008 .4500E-06 .2527E-0
  333         0.07  0.000  0.059  0.2446    0.0000 .0000E+00 .0000E+00    0.0125 .3548E-03 .1524E-03    0.0008 .4389E-06 .2496E-0
  334         0.03  0.000  0.052  0.2408    0.0000 .0000E+00 .0000E+00    0.0112 .3177E-03 .1401E-03    0.0008 .4279E-06 .2464E-0
  335  *      0.00  0.000  0.030  0.2358    0.0000 .0000E+00 .0000E+00    0.0101 .2842E-03 .1287E-03    0.0008 .4171E-06 .2433E-0
  336  *      0.00  0.000  0.000  0.2358    0.0000 .0000E+00 .0000E+00    0.0090 .2540E-03 .1182E-03    0.0008 .4065E-06 .2402E-0
  337  *      0.00  0.000  0.000  0.2358    0.0000 .0000E+00 .0000E+00    0.0080 .2268E-03 .1084E-03    0.0004 .1997E-06 .1782E-0
  338  *      0.00  0.000  0.028  0.2312    0.0000 .0000E+00 .0000E+00    0.0072 .2023E-03 .9939E-04    0.0008 .3880E-06 .2348E-0
  339  *      0.00  0.000  0.027  0.2267    0.0000 .0000E+00 .0000E+00    0.0064 .1802E-03 .9104E-04    0.0008 .3780E-06 .2317E-0
  340         0.00  0.000  0.034  0.2211    0.0000 .0000E+00 .0000E+00    0.0057 .1604E-03 .8333E-04    0.0008 .3682E-06 .2287E-0
  341         0.18  0.000  0.050  0.2427    0.0000 .0000E+00 .0000E+00    0.0050 .1426E-03 .7620E-04    0.0007 .3586E-06 .2257E-0
  342         0.14  0.000  0.052  0.2574    0.0000 .0000E+00 .0000E+00    0.0045 .1266E-03 .6962E-04    0.0007 .3493E-06 .2227E-0
  343         0.17  0.000  0.049  0.2776    0.0000 .0000E+00 .0000E+00    0.0040 .1123E-03 .6355E-04    0.0007 .3402E-06 .2198E-0
  344  *      0.00  0.000  0.027  0.2730    0.0000 .0000E+00 .0000E+00    0.0035 .9947E-04 .5795E-04    0.0007 .3313E-06 .2169E-0
  345  *      0.00  0.000  0.032  0.2678    0.0000 .0000E+00 .0000E+00    0.0031 .8799E-04 .5280E-04    0.0007 .3226E-06 .2141E-0
  346         0.00  0.000  0.035  0.2619    0.0000 .0000E+00 .0000E+00    0.0027 .7773E-04 .4805E-04    0.0007 .3130E-06 .2636E-0
  347  *      0.00  0.000  0.029  0.2570    0.0000 .0000E+00 .0000E+00    0.0024 .6856E-04 .4368E-04    0.0003 .1533E-06 .1562E-0
  348  *      0.12  0.000  0.025  0.2603    0.0000 .0000E+00 .0000E+00    0.0021 .6039E-04 .3966E-04    0.0007 .2981E-06 .2058E-0
  349  *      0.00  0.000  0.033  0.2636    0.0000 .0000E+00 .0000E+00    0.0019 .5310E-04 .3597E-04    0.0007 .2904E-06 .2031E-0
  350  *      0.00  0.000  0.036  0.2616    0.0000 .0000E+00 .0000E+00    0.0016 .4662E-04 .3258E-04    0.0007 .2829E-06 .2004E-0
  351  *      0.77  0.000  0.032  0.2649    0.0000 .0000E+00 .0000E+00    0.0014 .4086E-04 .2947E-04    0.0007 .2756E-06 .1978E-0
  352  *      0.00  0.000  0.029  0.2681    0.0000 .0000E+00 .0000E+00    0.0013 .3574E-04 .2663E-04    0.0006 .2685E-06 .1953E-0
  353  *      0.00  0.000  0.030  0.2714    0.0000 .0000E+00 .0000E+00    0.0011 .3121E-04 .2402E-04    0.0006 .2616E-06 .1928E-0
  354         0.05  0.000  0.000  0.2929    0.0000 .0000E+00 .0000E+00    0.0010 .2720E-04 .2165E-04    0.0006 .2549E-06 .2375E-0
  355         0.00  0.000  0.037  0.2962    0.0000 .0000E+00 .0000E+00    0.0008 .2365E-04 .1951E-04    0.0006 .2470E-06 .1873E-0
  356         0.00  0.000  0.027  0.3129    0.0100 .0000E+00 .6655E-02    0.0073 .2067E-03 .9580E-04    0.0006 .2210E-06 .1772E-0
  357         0.00  0.000  0.003  0.3663    0.7519 .0000E+00 .2819E-01    0.0451 .1276E-02 .3952E-03    0.0005 .1487E-06 .1453E-0
  358         0.54  0.005  0.058  0.4402    3.0305 .0000E+00 .3323E-01    0.1190 .3364E-02 .8411E-03    0.0003 .7021E-07 .9992E-0
  359         0.28  0.000  0.056  0.4714    4.5692 .0000E+00 .3663E-01    0.1978 .5592E-02 .1242E-02    0.0002 .2542E-07 .6018E-0
  360         0.34  0.078  0.046  0.5010    5.5697 .0000E+00 .3885E-01    0.2775 .7845E-02 .1609E-02    0.0001 .4293E-08 .2483E-0
  361         0.00  0.000  0.040  0.4878    5.8639 .0000E+00 .3950E-01    0.3546 .1003E-01 .1942E-02    0.0000 .0000E+00 .0000E+0
  362         0.00  0.000  0.036  0.4753    5.5182 .0000E+00 .3873E-01    0.4254 .1203E-01 .2233E-02    0.0000 .0000E+00 .0000E+0
  363         0.00  0.000  0.037  0.4629    5.1874 .0000E+00 .3800E-01    0.4884 .1381E-01 .2482E-02    0.0000 .0000E+00 .0000E+0
  364         0.00  0.000  0.039  0.4502    4.8782 .0000E+00 .3732E-01    0.5442 .1539E-01 .2697E-02    0.0000 .0000E+00 .0000E+0
  365  *      0.00  0.000  0.031  0.4390    4.6116 .0000E+00 .3673E-01    0.5937 .1679E-01 .2884E-02    0.0000 .0000E+00 .0000E+0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   18
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.14    4.19    3.81    3.04    3.09    1.92
                                  1.85    6.47    4.76    1.17    1.42    2.59
 
 RUNOFF                           1.656   2.864   3.805   0.102   0.369   0.000
                                  0.000   0.759   0.207   0.000   0.000   0.082
 
 EVAPOTRANSPIRATION               0.599   0.686   2.023   1.797   1.564   3.448
                                  1.850   5.245   2.468   1.738   1.510   0.985
 
 PERCOLATION/LEAKAGE THROUGH      0.6759  0.0279  0.5700  0.2355  0.1855  0.3479
   LAYER  2                       0.0000  0.4653  0.2712  0.5217  0.0004  0.3338
 
 LATERAL DRAINAGE COLLECTED       0.8360  0.1180  0.2984  0.2428  0.2342  0.3292
   FROM LAYER  3                  0.0307  0.2894  0.1838  0.5245  0.0608  0.0887
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1279  0.0274  0.0554  0.0484  0.0467  0.0612
   LAYER  4                       0.0097  0.0529  0.0394  0.0890  0.0163  0.0177
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1488  0.1283  0.0553  0.0672  0.0650  0.0454
   LAYER  7                       0.0767  0.0208  0.0408  0.0270  0.0848  0.0500
 



 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            2.208   0.000   1.368   0.268   0.364   1.045
   TOP OF LAYER  2                0.000   0.983   0.488   1.321   0.000   1.290
 
 STD. DEVIATION OF DAILY          2.532   0.002   1.629   0.663   1.051   1.628
   HEAD ON TOP OF LAYER  2        0.000   1.391   1.137   1.583   0.000   2.213
 
 AVERAGE DAILY HEAD ON            0.954   0.149   0.340   0.286   0.267   0.388
   TOP OF LAYER  4                0.035   0.330   0.217   0.598   0.072   0.101
 
 STD. DEVIATION OF DAILY          0.266   0.083   0.256   0.145   0.175   0.180
   HEAD ON TOP OF LAYER  4        0.030   0.230   0.086   0.196   0.058   0.183
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.001   0.001   0.001   0.000
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.001   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   18
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           36.45         330783.687    100.00
 
   RUNOFF                                   9.846         89348.828     27.01
 
   EVAPOTRANSPIRATION                      23.913        217010.812     65.61
 
   PERC./LEAKAGE THROUGH LAYER  2           3.635081      32988.363      9.97
 
   AVG. HEAD ON TOP OF LAYER  2             0.7780
 
   DRAINAGE COLLECTED FROM LAYER  3         3.2364        29370.156      8.88
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.591917       5371.650      1.62
 
   AVG. HEAD ON TOP OF LAYER  4             0.3115
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.540      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.810046       7351.165      2.22
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                 -1.355        -12298.926     -3.72
 
   SOIL WATER AT START OF YEAR            285.569       2591541.250
 
   SOIL WATER AT END OF YEAR              285.218       2588349.250
 
   SNOW WATER AT START OF YEAR              1.004          9107.111      2.75
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.118      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   19
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------



    1  *      0.00  0.000  0.037  0.4269    4.3553 .0000E+00 .3616E-01    0.6375 .1803E-01 .3046E-02    0.0000 .0000E+00 .0000E+0
    2         0.00  0.000  0.041  0.4141    4.0871 .0000E+00 .3557E-01    0.6762 .1912E-01 .3187E-02    0.0000 .0000E+00 .0000E+0
    3         0.00  0.000  0.048  0.4003    3.8402 .0000E+00 .3502E-01    0.7102 .2008E-01 .3310E-02    0.0000 .0000E+00 .0000E+0
    4         0.29  0.000  0.051  0.4343    3.7283 .0000E+00 .3478E-01    0.7402 .2093E-01 .3417E-02    0.0000 .0000E+00 .0000E+0
    5         0.00  0.000  0.045  0.4209    4.0100 .0000E+00 .3540E-01    0.7680 .2171E-01 .3515E-02    0.0000 .0000E+00 .0000E+0
    6         0.00  0.000  0.040  0.4084    3.8866 .0000E+00 .3513E-01    0.7942 .2246E-01 .3607E-02    0.0000 .0000E+00 .0000E+0
    7         0.20  0.000  0.063  0.4255    3.6708 .0000E+00 .3465E-01    0.8173 .2311E-01 .3688E-02    0.0000 .0000E+00 .0000E+0
    8         0.00  0.000  0.057  0.4102    3.9514 .0000E+00 .3527E-01    0.8383 .2370E-01 .3761E-02    0.0000 .0000E+00 .0000E+0
    9         0.00  0.000  0.048  0.3964    3.7051 .0000E+00 .3472E-01    0.8581 .2426E-01 .3829E-02    0.0000 .0000E+00 .0000E+0
   10         0.00  0.000  0.049  0.3825    3.4729 .0000E+00 .3421E-01    0.8749 .2474E-01 .3887E-02    0.0000 .0000E+00 .0000E+0
   11  *      0.00  0.000  0.035  0.3711    3.2500 .0000E+00 .3372E-01    0.8889 .2513E-01 .3935E-02    0.0000 .0000E+00 .0000E+0
   12  *      0.01  0.000  0.041  0.3603    3.0447 .0000E+00 .3326E-01    0.9006 .2546E-01 .3975E-02    0.0000 .0000E+00 .0000E+0
   13  *      0.37  0.000  0.026  0.3581    2.8679 .0000E+00 .3287E-01    0.9101 .2573E-01 .4007E-02    0.0000 .0000E+00 .0000E+0
   14  *      0.00  0.000  0.023  0.3560    2.7170 .0000E+00 .3254E-01    0.9180 .2596E-01 .4034E-02    0.0000 .0000E+00 .0000E+0
   15  *      0.73  0.000  0.000  0.3539    2.5676 .0000E+00 .3221E-01    0.9243 .2613E-01 .4055E-02    0.0000 .0000E+00 .0000E+0
   16  *      0.00  0.000  0.038  0.3518    2.4198 .0000E+00 .3188E-01    0.9292 .2627E-01 .4072E-02    0.0000 .0000E+00 .0000E+0
   17  *      0.00  0.000  0.037  0.3499    2.2734 .0000E+00 .3156E-01    0.9329 .2638E-01 .4084E-02    0.0000 .0000E+00 .0000E+0
   18  *      0.22  0.000  0.000  0.3479    2.1565 .0000E+00 .3130E-01    0.9355 .2645E-01 .4093E-02    0.0000 .0000E+00 .0000E+0
   19  *      0.00  0.000  0.037  0.3461    2.0017 .0000E+00 .3096E-01    0.9371 .2650E-01 .4099E-02    0.0000 .0000E+00 .0000E+0
   20  *      0.00  0.000  0.038  0.3442    1.8844 .0000E+00 .3070E-01    0.9378 .2652E-01 .4101E-02    0.0000 .0000E+00 .0000E+0
   21  *      0.98  0.000  0.036  0.3424    1.7765 .0000E+00 .3046E-01    0.9378 .2652E-01 .4101E-02    0.0000 .0000E+00 .0000E+0
   22  *      0.60  0.000  0.035  0.3407    1.6712 .0000E+00 .3023E-01    0.9371 .2650E-01 .4099E-02    0.0000 .0000E+00 .0000E+0
   23  *  *   0.61  0.000  0.026  0.3358    1.1015 .0000E+00 .2897E-01    0.9349 .2643E-01 .4091E-02    0.0000 .0000E+00 .0000E+0
   24  *  *   0.00  0.000  0.035  0.3311    0.8174 .0000E+00 .2834E-01    0.9302 .2630E-01 .4075E-02    0.0000 .0000E+00 .0000E+0
   25     *   0.00  0.000  0.043  0.3264    0.6873 .0000E+00 .2805E-01    0.9246 .2614E-01 .4057E-02    0.0000 .0000E+00 .0000E+0
   26     *   0.03  0.000  0.000  0.3348    0.5586 .0000E+00 .2777E-01    0.9188 .2598E-01 .4037E-02    0.0000 .3461E-10 .3951E-0
   27     *   0.15  0.533  0.000  0.3765    0.4311 .0000E+00 .2749E-01    0.9126 .2580E-01 .4016E-02    0.0001 .1890E-08 .1686E-0
   28     *   0.00  0.020  0.034  0.3794    0.3049 .0000E+00 .2721E-01    0.9063 .2562E-01 .3994E-02    0.0001 .5986E-08 .2973E-0
   29     *   0.00  0.242  0.000  0.3946    0.1800 .0000E+00 .2693E-01    0.8997 .2544E-01 .3972E-02    0.0001 .1234E-07 .4247E-0
   30     *   0.00  0.336  0.000  0.4067    0.0564 .0000E+00 .2225E-01    0.8886 .2513E-01 .3934E-02    0.0002 .2198E-07 .5650E-0
   31     *   0.00  0.645  0.000  0.4195    0.0000 .0000E+00 .0000E+00    0.8488 .2400E-01 .3797E-02    0.0003 .4416E-07 .7980E-0
   32     *   0.00  0.541  0.000  0.4290    0.0000 .0000E+00 .0000E+00    0.7764 .2195E-01 .3545E-02    0.0004 .8953E-07 .1133E-0
   33     *   1.15  1.124  0.000  0.4371    0.0000 .0000E+00 .0000E+00    0.7100 .2008E-01 .3309E-02    0.0005 .1441E-06 .1435E-0
   34     *   0.00  0.000  0.000  0.4371    0.0000 .0000E+00 .0000E+00    0.6492 .1836E-01 .3089E-02    0.0003 .1008E-06 .1276E-0
   35     *   0.00  0.000  0.000  0.4371    0.0000 .0000E+00 .0000E+00    0.5933 .1678E-01 .2882E-02    0.0006 .2443E-06 .1890E-0
   36     *   1.19  1.151  0.006  0.4424    0.0000 .0000E+00 .0000E+00    0.5422 .1533E-01 .2690E-02    0.0007 .3068E-06 .2113E-0
   37         0.06  0.002  0.059  0.4376    3.5512 .0000E+00 .2775E-01    0.5229 .1478E-01 .2616E-02    0.0007 .3473E-06 .2232E-0
   38         0.00  0.000  0.070  0.4199    4.4455 .0000E+00 .3636E-01    0.5583 .1579E-01 .2751E-02    0.0007 .3340E-06 .2163E-0
   39         0.00  0.000  0.063  0.4034    4.0979 .0000E+00 .3559E-01    0.6040 .1708E-01 .2922E-02    0.0007 .2937E-06 .2024E-0
   40  *      0.00  0.000  0.047  0.3896    3.8206 .0000E+00 .3498E-01    0.6439 .1821E-01 .3070E-02    0.0006 .2589E-06 .1903E-0
   41  *      0.10  0.000  0.032  0.3872    3.6154 .0000E+00 .3453E-01    0.6792 .1920E-01 .3198E-02    0.0006 .2338E-06 .1810E-0
   42  *      0.84  0.000  0.030  0.3848    3.4569 .0000E+00 .3418E-01    0.7104 .2009E-01 .3310E-02    0.0006 .2159E-06 .1741E-0
   43  *      0.00  0.000  0.027  0.3824    3.3001 .0000E+00 .3383E-01    0.7381 .2087E-01 .3409E-02    0.0006 .2035E-06 .1692E-0
   44  *      0.95  0.000  0.000  0.3801    3.1448 .0000E+00 .3348E-01    0.7626 .2156E-01 .3496E-02    0.0006 .1957E-06 .1661E-0
   45  *      0.77  0.000  0.034  0.3779    2.9910 .0000E+00 .3315E-01    0.7842 .2217E-01 .3572E-02    0.0005 .1916E-06 .1645E-0
   46  *      0.00  0.000  0.024  0.3757    2.8389 .0000E+00 .3281E-01    0.8031 .2271E-01 .3639E-02    0.0005 .1907E-06 .1643E-0
   47  *  *   0.00  0.000  0.027  0.3707    1.3832 .0000E+00 .2959E-01    0.8167 .2309E-01 .3686E-02    0.0005 .1940E-06 .2083E-0
   48  *  *   0.00  0.000  0.027  0.3660    0.8146 .0000E+00 .2833E-01    0.8228 .2327E-01 .3707E-02    0.0006 .2056E-06 .1715E-0
   49  *  *   0.00  0.000  0.032  0.3613    0.6845 .0000E+00 .2805E-01    0.8261 .2336E-01 .3719E-02    0.0006 .2199E-06 .1773E-0
   50  *  *   0.00  0.000  0.039  0.3567    0.5558 .0000E+00 .2776E-01    0.8283 .2342E-01 .3726E-02    0.0006 .2353E-06 .1834E-0
   51     *   0.27  0.860  0.000  0.4081    0.4283 .0000E+00 .2748E-01    0.8296 .2346E-01 .3731E-02    0.0006 .2518E-06 .1897E-0
   52     *   0.00  0.000  0.041  0.4036    0.3022 .0000E+00 .2720E-01    0.8301 .2347E-01 .3733E-02    0.0006 .2692E-06 .1961E-0
   53  *  *   0.14  0.000  0.042  0.3991    0.1773 .0000E+00 .2692E-01    0.8298 .2346E-01 .3732E-02    0.0007 .2875E-06 .2026E-0
   54  *  *   0.00  0.000  0.039  0.3955    0.0537 .0000E+00 .2167E-01    0.8239 .2330E-01 .3711E-02    0.0007 .3114E-06 .2108E-0
   55     *   0.00  0.004  0.040  0.3970    0.0000 .0000E+00 .0000E+00    0.7885 .2229E-01 .3587E-02    0.0008 .3666E-06 .2286E-0
   56  *  *   0.00  0.000  0.035  0.3970    0.0000 .0000E+00 .0000E+00    0.7211 .2039E-01 .3349E-02    0.0008 .4616E-06 .2564E-0
   57  *  *   0.06  0.000  0.035  0.3970    0.0000 .0000E+00 .0000E+00    0.6593 .1864E-01 .3126E-02    0.0009 .5541E-06 .2808E-0
   58  *  *   0.00  0.000  0.040  0.3970    0.0000 .0000E+00 .0000E+00    0.6026 .1704E-01 .2917E-02    0.0010 .6416E-06 .3021E-0
   59  *  *   0.00  0.000  0.038  0.3970    0.0000 .0000E+00 .0000E+00    0.5507 .1557E-01 .2722E-02    0.0011 .7225E-06 .3204E-0
   60     *   0.59  0.860  0.000  0.4213    0.0000 .0000E+00 .0000E+00    0.5031 .1423E-01 .2539E-02    0.0011 .7957E-06 .3362E-0
   61     *   0.21  0.442  0.000  0.4357    0.0000 .0000E+00 .0000E+00    0.4595 .1299E-01 .2369E-02    0.0006 .4329E-06 .2626E-0
   62     *   0.00  0.426  0.016  0.4430    0.0000 .0000E+00 .0000E+00    0.4195 .1186E-01 .2209E-02    0.0012 .8932E-06 .3581E-0
   63     *   0.00  0.000  0.000  0.4430    0.0000 .0000E+00 .0000E+00    0.3829 .1083E-01 .2060E-02    0.0012 .9435E-06 .4598E-0
   64  *  *   0.00  0.000  0.000  0.4430    0.0000 .0000E+00 .0000E+00    0.3494 .9878E-02 .1920E-02    0.0012 .1004E-05 .3775E-0
   65     *   1.11  1.063  0.005  0.4501    0.0000 .0000E+00 .0000E+00    0.3187 .9011E-02 .1790E-02    0.0006 .5181E-06 .2883E-0
   66     *   0.55  0.515  0.005  0.4552    0.0000 .0000E+00 .0000E+00    0.2906 .8216E-02 .1668E-02    0.0013 .1047E-05 .3869E-0
   67  *  *   0.46  0.000  0.040  0.4552    0.0000 .0000E+00 .0000E+00    0.2649 .7489E-02 .1554E-02    0.0013 .1067E-05 .4874E-0
   68     *   0.00  0.130  0.028  0.4552    0.0000 .0000E+00 .0000E+00    0.2414 .6824E-02 .1447E-02    0.0013 .1091E-05 .3933E-0
   69     *   0.02  0.144  0.000  0.4591    0.0000 .0000E+00 .0000E+00    0.2198 .6216E-02 .1348E-02    0.0007 .5485E-06 .2967E-0
   70     *   1.04  1.133  0.000  0.4627    0.0000 .0000E+00 .0000E+00    0.2002 .5660E-02 .1255E-02    0.0013 .1092E-05 .3946E-0
   71     *   0.25  0.233  0.005  0.4647    0.0000 .0000E+00 .0000E+00    0.1822 .5152E-02 .1168E-02    0.0013 .1084E-05 .4920E-0
   72     *   0.14  0.126  0.005  0.4648    0.0045 .0000E+00 .8719E-02    0.1744 .4932E-02 .1130E-02    0.0013 .1066E-05 .3888E-0
   73     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1727 .4883E-02 .1121E-02    0.0013 .1023E-05 .3808E-0
   74     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1571 .4441E-02 .1043E-02    0.0006 .5087E-06 .2857E-0
   75     *   0.02  0.010  0.004  0.4648    0.0030 .0000E+00 .5243E-02    0.1480 .4185E-02 .9968E-03    0.0012 .9979E-06 .3768E-0
   76         0.31  0.228  0.092  0.4583    3.7365 .0000E+00 .2816E-01    0.1709 .4833E-02 .1111E-02    0.0012 .9214E-06 .4493E-0
   77         0.00  0.000  0.087  0.4376    4.6668 .0000E+00 .3685E-01    0.2373 .6711E-02 .1428E-02    0.0011 .7128E-06 .3181E-0
   78         0.00  0.000  0.104  0.4143    4.2498 .0000E+00 .3593E-01    0.3111 .8796E-02 .1757E-02    0.0005 .2779E-06 .2110E-0
   79         0.00  0.000  0.088  0.3938    3.8616 .0000E+00 .3507E-01    0.3762 .1064E-01 .2032E-02    0.0009 .4824E-06 .3210E-0
   80         0.00  0.000  0.128  0.3667    3.5453 .0000E+00 .3437E-01    0.4338 .1227E-01 .2267E-02    0.0007 .3621E-06 .2269E-0
   81         0.00  0.000  0.111  0.3426    3.2010 .0000E+00 .3361E-01    0.4847 .1370E-01 .2468E-02    0.0007 .3022E-06 .2074E-0
   82         0.00  0.000  0.122  0.3169    2.8997 .0000E+00 .3294E-01    0.5294 .1497E-01 .2641E-02    0.0003 .1284E-06 .1437E-0
   83         0.20  0.000  0.135  0.3223    2.6395 .0000E+00 .3237E-01    0.5687 .1608E-01 .2790E-02    0.0006 .2386E-06 .1825E-0
   84         0.64  0.004  0.087  0.4085    2.3661 .0000E+00 .3176E-01    0.6033 .1706E-01 .2919E-02    0.0006 .2121E-06 .1723E-0
   85         0.00  0.000  0.120  0.3829    3.1741 .0000E+00 .3355E-01    0.6357 .1797E-01 .3039E-02    0.0005 .1918E-06 .1639E-0
   86         0.60  0.008  0.088  0.4612    3.4468 .0000E+00 .3415E-01    0.6689 .1891E-01 .3161E-02    0.0005 .1746E-06 .1564E-0
   87         0.00  0.000  0.104  0.4377    4.6770 .0000E+00 .3687E-01    0.7031 .1988E-01 .3284E-02    0.0005 .1592E-06 .1493E-0
   88         0.00  0.000  0.117  0.4122    4.2499 .0000E+00 .3593E-01    0.7378 .2086E-01 .3409E-02    0.0005 .1455E-06 .1427E-0
   89         0.45  0.001  0.091  0.4659    4.1752 .0000E+00 .3576E-01    0.7680 .2172E-01 .3515E-02    0.0005 .1358E-06 .1380E-0
   90         1.15  0.823  0.078  0.5010    5.6499 .0000E+00 .3902E-01    0.7987 .2258E-01 .3623E-02    0.0004 .1286E-06 .1343E-0
   91         0.20  0.196  0.078  0.4821    5.8052 .0000E+00 .3937E-01    0.8324 .2354E-01 .3740E-02    0.0004 .1214E-06 .1304E-0
   92         0.00  0.000  0.118  0.4560    5.2379 .0000E+00 .3811E-01    0.8626 .2439E-01 .3845E-02    0.0004 .1164E-06 .1279E-0
   93         0.00  0.000  0.127  0.4287    4.6702 .0000E+00 .3686E-01    0.8871 .2508E-01 .3929E-02    0.0004 .1175E-06 .1605E-0
   94         0.00  0.000  0.117  0.4032    4.1711 .0000E+00 .3575E-01    0.9064 .2563E-01 .3995E-02    0.0004 .1185E-06 .1304E-0
   95         0.37  0.000  0.094  0.4433    3.8545 .0000E+00 .3505E-01    0.9217 .2606E-01 .4047E-02    0.0002 .6310E-07 .1000E-0



   96         0.60  0.117  0.099  0.5010    5.1031 .0000E+00 .3781E-01    0.9373 .2650E-01 .4099E-02    0.0005 .1335E-06 .1377E-0
   97         0.36  0.274  0.146  0.4844    5.8443 .0000E+00 .3945E-01    0.9577 .2708E-01 .4168E-02    0.0005 .1402E-06 .1410E-0
   98         0.66  0.417  0.104  0.5010    5.8165 .0000E+00 .3939E-01    0.9790 .2768E-01 .4240E-02    0.0005 .1461E-06 .1439E-0
   99         0.00  0.000  0.145  0.4703    5.6916 .0000E+00 .3912E-01    0.9982 .2822E-01 .4304E-02    0.0005 .1535E-06 .1476E-0
  100         0.00  0.000  0.169  0.4359    4.9097 .0000E+00 .3739E-01    1.0136 .2866E-01 .4355E-02    0.0005 .1639E-06 .1527E-0
  101         0.00  0.000  0.152  0.4046    4.2878 .0000E+00 .3601E-01    1.0236 .2894E-01 .4388E-02    0.0005 .1785E-06 .1596E-0
  102         0.51  0.005  0.100  0.4662    4.0281 .0000E+00 .3544E-01    1.0300 .2912E-01 .4410E-02    0.0006 .1971E-06 .1678E-0
  103         0.49  0.066  0.177  0.5010    5.3553 .0000E+00 .3837E-01    1.0379 .2935E-01 .4436E-02    0.0006 .2167E-06 .1759E-0
  104         0.00  0.000  0.195  0.4620    5.6092 .0000E+00 .3893E-01    1.0504 .2970E-01 .4477E-02    0.0006 .2343E-06 .1827E-0
  105         0.00  0.000  0.192  0.4239    4.7218 .0000E+00 .3697E-01    1.0609 .3000E-01 .4511E-02    0.0006 .2524E-06 .1897E-0
  106         0.00  0.000  0.206  0.3836    4.0047 .0000E+00 .3539E-01    1.0657 .3013E-01 .4527E-02    0.0007 .2749E-06 .1982E-0
  107         0.00  0.000  0.180  0.3479    3.4544 .0000E+00 .3417E-01    1.0664 .3015E-01 .4529E-02    0.0007 .3024E-06 .2080E-0
  108         0.00  0.000  0.157  0.3162    2.9291 .0000E+00 .3301E-01    1.0639 .3008E-01 .4521E-02    0.0007 .3339E-06 .2186E-0
  109         0.00  0.000  0.207  0.2765    2.3933 .0000E+00 .3182E-01    1.0586 .2993E-01 .4504E-02    0.0008 .3689E-06 .2299E-0
  110         0.00  0.000  0.174  0.2424    1.8124 .0000E+00 .3054E-01    1.0505 .2970E-01 .4477E-02    0.0008 .4072E-06 .2415E-0
  111         0.38  0.000  0.130  0.2791    1.4168 .0000E+00 .2966E-01    1.0401 .2941E-01 .4443E-02    0.0008 .4484E-06 .2535E-0
  112         0.60  0.002  0.155  0.3482    1.0087 .0000E+00 .2876E-01    1.0283 .2908E-01 .4404E-02    0.0009 .4915E-06 .2654E-0
  113         0.00  0.000  0.224  0.3059    1.3024 .0000E+00 .2941E-01    1.0167 .2875E-01 .4365E-02    0.0009 .5348E-06 .2767E-0
  114         0.00  0.000  0.186  0.2701    1.3385 .0000E+00 .2949E-01    1.0071 .2848E-01 .4334E-02    0.0009 .5758E-06 .2870E-0
  115         0.17  0.000  0.116  0.2742    1.1572 .0000E+00 .2909E-01    0.9981 .2822E-01 .4303E-02    0.0010 .6146E-06 .2964E-0
  116         0.11  0.000  0.216  0.2517    0.9645 .0000E+00 .2866E-01    0.9887 .2796E-01 .4272E-02    0.0010 .6525E-06 .3828E-0
  117         0.00  0.000  0.197  0.2141    0.8192 .0000E+00 .2834E-01    0.9791 .2769E-01 .4240E-02    0.0010 .7007E-06 .3160E-0
  118         0.00  0.000  0.189  0.1780    0.6137 .0000E+00 .2789E-01    0.9694 .2741E-01 .4207E-02    0.0005 .3658E-06 .2426E-0
  119         0.00  0.000  0.081  0.1604    0.2686 .0000E+00 .2404E-01    0.9558 .2703E-01 .4162E-02    0.0011 .7647E-06 .3306E-0
  120         0.16  0.000  0.068  0.1758    0.0000 .0000E+00 .0000E+00    0.9133 .2582E-01 .4018E-02    0.0011 .8339E-06 .4338E-0
  121         0.00  0.000  0.056  0.1665    0.0000 .0000E+00 .0000E+00    0.8356 .2363E-01 .3752E-02    0.0012 .1005E-05 .3780E-0
  122         0.00  0.000  0.050  0.1582    0.0000 .0000E+00 .0000E+00    0.7643 .2161E-01 .3502E-02    0.0013 .1135E-05 .4016E-0
  123         0.00  0.000  0.045  0.1507    0.0000 .0000E+00 .0000E+00    0.6990 .1976E-01 .3269E-02    0.0014 .1251E-05 .4215E-0
  124         0.00  0.000  0.036  0.1447    0.0000 .0000E+00 .0000E+00    0.6390 .1807E-01 .3051E-02    0.0014 .1351E-05 .4380E-0
  125         0.06  0.000  0.038  0.1483    0.0000 .0000E+00 .0000E+00    0.5840 .1651E-01 .2848E-02    0.0015 .1436E-05 .4514E-0
  126         0.00  0.000  0.036  0.1423    0.0000 .0000E+00 .0000E+00    0.5337 .1509E-01 .2657E-02    0.0015 .1506E-05 .4622E-0
  127         0.50  0.000  0.033  0.2200    0.0000 .0000E+00 .0000E+00    0.4875 .1378E-01 .2479E-02    0.0008 .7887E-06 .3538E-0
  128         0.12  0.000  0.126  0.2190    0.0000 .0000E+00 .0000E+00    0.4452 .1259E-01 .2312E-02    0.0016 .1579E-05 .4752E-0
  129         0.00  0.000  0.031  0.2139    0.0000 .0000E+00 .0000E+00    0.4064 .1149E-01 .2156E-02    0.0016 .1602E-05 .5992E-0
  130         0.00  0.000  0.031  0.2087    0.0000 .0000E+00 .0000E+00    0.3709 .1049E-01 .2010E-02    0.0016 .1650E-05 .4836E-0
  131         0.09  0.000  0.033  0.2181    0.0000 .0000E+00 .0000E+00    0.3384 .9567E-02 .1874E-02    0.0016 .1659E-05 .4848E-0
  132         0.51  0.000  0.031  0.2979    0.0000 .0000E+00 .0000E+00    0.3086 .8726E-02 .1747E-02    0.0016 .1658E-05 .4848E-0
  133         0.25  0.000  0.157  0.3101    0.0230 .0000E+00 .1995E-01    0.3012 .8516E-02 .1714E-02    0.0008 .7968E-06 .3577E-0
  134         0.44  0.000  0.157  0.3526    0.7999 .0000E+00 .2830E-01    0.3348 .9466E-02 .1859E-02    0.0015 .1468E-05 .5670E-0
  135         0.63  0.015  0.184  0.4192    2.3446 .0000E+00 .3172E-01    0.3823 .1081E-01 .2057E-02    0.0014 .1243E-05 .4199E-0
  136         0.24  0.000  0.221  0.4166    3.5448 .0000E+00 .3437E-01    0.4340 .1227E-01 .2267E-02    0.0013 .1079E-05 .3914E-0
  137         0.00  0.000  0.204  0.3769    3.5449 .0000E+00 .3437E-01    0.4856 .1373E-01 .2471E-02    0.0006 .4732E-06 .2745E-0
  138         1.33  0.374  0.176  0.5010    4.0177 .0000E+00 .3542E-01    0.5339 .1510E-01 .2658E-02    0.0012 .8665E-06 .3484E-0
  139         0.00  0.000  0.178  0.4648    5.6365 .0000E+00 .3899E-01    0.5834 .1650E-01 .2845E-02    0.0011 .7640E-06 .3271E-0
  140         0.00  0.000  0.201  0.4252    4.7461 .0000E+00 .3703E-01    0.6326 .1789E-01 .3028E-02    0.0010 .6757E-06 .3076E-0
  141         0.40  0.001  0.205  0.4515    4.2278 .0000E+00 .3588E-01    0.6734 .1904E-01 .3177E-02    0.0010 .6078E-06 .3644E-0
  142         0.92  0.437  0.148  0.5010    5.3990 .0000E+00 .3847E-01    0.7115 .2012E-01 .3315E-02    0.0009 .5372E-06 .2766E-0
  143         0.00  0.000  0.208  0.4599    5.5876 .0000E+00 .3889E-01    0.7511 .2124E-01 .3456E-02    0.0009 .4934E-06 .2651E-0
  144         0.00  0.000  0.230  0.4154    4.6276 .0000E+00 .3676E-01    0.7859 .2222E-01 .3579E-02    0.0004 .2306E-06 .1919E-0
  145         0.00  0.000  0.262  0.3659    3.8246 .0000E+00 .3499E-01    0.8127 .2298E-01 .3672E-02    0.0008 .4515E-06 .2525E-0
  146         0.00  0.000  0.266  0.3159    3.0770 .0000E+00 .3334E-01    0.8328 .2355E-01 .3742E-02    0.0008 .4401E-06 .2496E-0
  147         0.00  0.000  0.223  0.2735    2.3638 .0000E+00 .3176E-01    0.8469 .2395E-01 .3791E-02    0.0008 .4400E-06 .3120E-0
  148         0.08  0.000  0.195  0.2492    1.8320 .0000E+00 .3058E-01    0.8562 .2421E-01 .3823E-02    0.0008 .4429E-06 .2513E-0
  149         0.05  0.000  0.201  0.2192    1.2244 .0000E+00 .2924E-01    0.8615 .2436E-01 .3841E-02    0.0008 .4552E-06 .2548E-0
  150         0.11  0.000  0.095  0.2169    0.8647 .0000E+00 .2844E-01    0.8635 .2441E-01 .3848E-02    0.0004 .2334E-06 .1940E-0
  151         0.00  0.000  0.079  0.1991    0.7211 .0000E+00 .2813E-01    0.8636 .2442E-01 .3848E-02    0.0009 .4854E-06 .2631E-0
  152         0.14  0.000  0.068  0.2063    0.5862 .0000E+00 .2783E-01    0.8629 .2440E-01 .3846E-02    0.0009 .5042E-06 .2681E-0
  153         0.00  0.000  0.068  0.1904    0.4116 .0000E+00 .2744E-01    0.8615 .2436E-01 .3841E-02    0.0009 .5238E-06 .2733E-0
  154         0.16  0.000  0.061  0.2024    0.1622 .0000E+00 .2689E-01    0.8590 .2429E-01 .3832E-02    0.0009 .5441E-06 .3489E-0
  155         0.22  0.000  0.060  0.2282    0.0093 .0000E+00 .5460E-02    0.8345 .2359E-01 .3748E-02    0.0010 .5996E-06 .2922E-0
  156         0.55  0.000  0.181  0.2896    0.0000 .0000E+00 .0000E+00    0.7721 .2183E-01 .3530E-02    0.0010 .7040E-06 .3165E-0
  157         0.00  0.000  0.262  0.2458    0.0000 .0000E+00 .0000E+00    0.7060 .1996E-01 .3295E-02    0.0006 .4080E-06 .2555E-0
  158         0.51  0.000  0.144  0.3061    0.0012 .0000E+00 .3835E-02    0.6493 .1836E-01 .3089E-02    0.0012 .8747E-06 .3551E-0
  159         0.00  0.000  0.237  0.2644    0.1442 .0000E+00 .1358E-01    0.6132 .1734E-01 .2956E-02    0.0012 .9438E-06 .3678E-0
  160         0.03  0.000  0.196  0.2322    0.2324 .0000E+00 .2705E-01    0.6091 .1722E-01 .2941E-02    0.0012 .9583E-06 .3692E-0
  161         0.00  0.000  0.250  0.1869    0.0767 .0000E+00 .2162E-01    0.6216 .1758E-01 .2987E-02    0.0012 .9309E-06 .3631E-0
  162         0.00  0.000  0.288  0.1389    0.0000 .0000E+00 .0000E+00    0.6029 .1705E-01 .2918E-02    0.0012 .9282E-06 .4555E-0
  163         0.02  0.000  0.043  0.1350    0.0000 .0000E+00 .0000E+00    0.5509 .1558E-01 .2723E-02    0.0013 .1023E-05 .3811E-0
  164         0.21  0.000  0.053  0.1613    0.0000 .0000E+00 .0000E+00    0.5033 .1423E-01 .2540E-02    0.0013 .1095E-05 .3942E-0
  165         0.25  0.000  0.049  0.1947    0.0000 .0000E+00 .0000E+00    0.4596 .1300E-01 .2369E-02    0.0013 .1155E-05 .4049E-0
  166         0.14  0.000  0.089  0.2033    0.0000 .0000E+00 .0000E+00    0.4196 .1187E-01 .2210E-02    0.0014 .1206E-05 .4136E-0
  167         0.46  0.000  0.092  0.2646    0.0000 .0000E+00 .0000E+00    0.3830 .1083E-01 .2061E-02    0.0014 .1245E-05 .4203E-0
  168         0.17  0.000  0.208  0.2583    0.0000 .0000E+00 .0000E+00    0.3495 .9882E-02 .1921E-02    0.0014 .1276E-05 .4254E-0
  169         0.00  0.000  0.314  0.2060    0.0000 .0000E+00 .0000E+00    0.3188 .9014E-02 .1790E-02    0.0014 .1298E-05 .4290E-0
  170         0.00  0.000  0.265  0.1618    0.0000 .0000E+00 .0000E+00    0.2907 .8219E-02 .1668E-02    0.0014 .1311E-05 .4312E-0
  171         0.00  0.000  0.140  0.1385    0.0000 .0000E+00 .0000E+00    0.2650 .7492E-02 .1554E-02    0.0014 .1318E-05 .4323E-0
  172         0.00  0.000  0.021  0.1350    0.0000 .0000E+00 .0000E+00    0.2414 .6827E-02 .1448E-02    0.0007 .6593E-06 .3253E-0
  173         1.21  0.071  0.106  0.3072    0.0000 .0000E+00 .0000E+00    0.2199 .6218E-02 .1348E-02    0.0014 .1308E-05 .4318E-0
  174         0.00  0.000  0.252  0.2646    0.0044 .0000E+00 .3837E-02    0.2041 .5770E-02 .1273E-02    0.0014 .1293E-05 .4291E-0
  175         0.37  0.000  0.235  0.2826    0.0890 .0000E+00 .2673E-01    0.2185 .6177E-02 .1341E-02    0.0014 .1222E-05 .5172E-0
  176         0.00  0.000  0.279  0.2350    0.0149 .0000E+00 .7138E-02    0.2490 .7039E-02 .1482E-02    0.0013 .1061E-05 .3880E-0
  177         0.00  0.000  0.269  0.1901    0.0000 .0000E+00 .0000E+00    0.2383 .6737E-02 .1433E-02    0.0006 .5212E-06 .2892E-0
  178         0.00  0.000  0.283  0.1429    0.0000 .0000E+00 .0000E+00    0.2170 .6136E-02 .1335E-02    0.0013 .1042E-05 .3856E-0
  179         0.00  0.000  0.047  0.1350    0.0000 .0000E+00 .0000E+00    0.1976 .5587E-02 .1242E-02    0.0013 .1047E-05 .3864E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1798 .5085E-02 .1156E-02    0.0013 .1047E-05 .3864E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1636 .4626E-02 .1076E-02    0.0013 .1043E-05 .3856E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1488 .4207E-02 .1001E-02    0.0013 .1036E-05 .3842E-0
  183         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1353 .3825E-02 .9305E-03    0.0013 .1020E-05 .4770E-0
  184         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1229 .3475E-02 .8650E-03    0.0013 .1015E-05 .3793E-0
  185         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1116 .3156E-02 .8038E-03    0.0012 .9995E-06 .3765E-0
  186         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1013 .2865E-02 .7467E-03    0.0012 .9824E-06 .3732E-0
  187         0.39  0.000  0.059  0.1902    0.0000 .0000E+00 .0000E+00    0.0920 .2600E-02 .6934E-03    0.0012 .9640E-06 .3697E-0
  188         0.00  0.000  0.085  0.1759    0.0000 .0000E+00 .0000E+00    0.0834 .2358E-02 .6437E-03    0.0012 .9444E-06 .3659E-0
  189         0.00  0.000  0.103  0.1588    0.0000 .0000E+00 .0000E+00    0.0756 .2138E-02 .5974E-03    0.0012 .9240E-06 .3620E-0
  190         0.00  0.000  0.127  0.1376    0.0000 .0000E+00 .0000E+00    0.0685 .1937E-02 .5542E-03    0.0012 .9029E-06 .3578E-0
  191         0.69  0.000  0.124  0.2319    0.0000 .0000E+00 .0000E+00    0.0620 .1754E-02 .5139E-03    0.0012 .8814E-06 .3535E-0



  192         0.07  0.000  0.186  0.2126    0.0000 .0000E+00 .0000E+00    0.0561 .1588E-02 .4763E-03    0.0012 .8595E-06 .3491E-0
  193         0.00  0.000  0.217  0.1764    0.0000 .0000E+00 .0000E+00    0.0508 .1436E-02 .4413E-03    0.0011 .8375E-06 .3446E-0
  194         0.85  0.008  0.175  0.2874    0.0000 .0000E+00 .0000E+00    0.0459 .1298E-02 .4087E-03    0.0006 .4124E-06 .2558E-0
  195         0.29  0.000  0.158  0.3072    0.0195 .0000E+00 .1331E-01    0.0547 .1547E-02 .4659E-03    0.0011 .7719E-06 .3301E-0
  196         0.00  0.000  0.269  0.2580    0.0769 .0000E+00 .2670E-01    0.0973 .2752E-02 .7219E-03    0.0010 .6607E-06 .3028E-0
  197         0.00  0.000  0.249  0.2142    0.0086 .0000E+00 .1379E-01    0.1448 .4096E-02 .9802E-03    0.0009 .5337E-06 .2718E-0
  198         0.00  0.000  0.288  0.1663    0.0000 .0000E+00 .0000E+00    0.1538 .4349E-02 .1026E-02    0.0009 .4705E-06 .2579E-0
  199         0.01  0.000  0.143  0.1441    0.0000 .0000E+00 .0000E+00    0.1398 .3954E-02 .9544E-03    0.0008 .4667E-06 .2583E-0
  200         1.41  0.128  0.214  0.3220    0.0000 .0000E+00 .0000E+00    0.1271 .3593E-02 .8872E-03    0.0009 .4771E-06 .2611E-0
  201         1.31  0.305  0.224  0.4483    1.3439 .0000E+00 .2287E-01    0.1381 .3906E-02 .9448E-03    0.0008 .4586E-06 .2544E-0
  202         0.35  0.002  0.224  0.4627    4.6155 .0000E+00 .3674E-01    0.1988 .5620E-02 .1247E-02    0.0008 .3758E-06 .2270E-0
  203         0.11  0.000  0.146  0.4506    4.7655 .0000E+00 .3707E-01    0.2767 .7825E-02 .1606E-02    0.0007 .2691E-06 .1907E-0
  204         0.41  0.016  0.227  0.4723    4.7245 .0000E+00 .3698E-01    0.3485 .9855E-02 .1917E-02    0.0005 .1856E-06 .1583E-0
  205         0.00  0.000  0.255  0.4235    4.8275 .0000E+00 .3721E-01    0.4143 .1172E-01 .2188E-02    0.0005 .1282E-06 .1315E-0
  206         0.00  0.000  0.238  0.3780    3.9742 .0000E+00 .3532E-01    0.4731 .1338E-01 .2422E-02    0.0004 .8906E-07 .1360E-0
  207         0.00  0.000  0.244  0.3317    3.2640 .0000E+00 .3375E-01    0.5223 .1477E-01 .2614E-02    0.0003 .5552E-07 .8912E-0
  208         0.00  0.000  0.196  0.2937    2.6431 .0000E+00 .3238E-01    0.5636 .1593E-01 .2771E-02    0.0001 .2117E-07 .5798E-0
  209         0.00  0.000  0.219  0.2521    2.0363 .0000E+00 .3103E-01    0.5978 .1690E-01 .2899E-02    0.0002 .3788E-07 .7207E-0
  210         0.00  0.000  0.246  0.2061    1.3462 .0000E+00 .2951E-01    0.6255 .1769E-01 .3002E-02    0.0002 .3214E-07 .8361E-0
  211         0.00  0.000  0.237  0.1620    0.6108 .0000E+00 .2788E-01    0.6469 .1829E-01 .3080E-02    0.0002 .2822E-07 .6373E-0
  212         0.04  0.000  0.154  0.1430    0.0147 .0000E+00 .0000E+00    0.6361 .1799E-01 .3041E-02    0.0002 .3786E-07 .7374E-0
  213         0.00  0.000  0.043  0.1359    0.0000 .0000E+00 .0000E+00    0.5814 .1644E-01 .2838E-02    0.0002 .3453E-07 .7411E-0
  214         0.00  0.000  0.004  0.1353    0.0000 .0000E+00 .0000E+00    0.5312 .1502E-01 .2648E-02    0.0004 .9225E-07 .1169E-0
  215         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.4852 .1372E-01 .2470E-02    0.0004 .1305E-06 .1385E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4431 .1253E-01 .2304E-02    0.0005 .1707E-06 .1579E-0
  217         0.89  0.012  0.115  0.2621    0.0000 .0000E+00 .0000E+00    0.4045 .1144E-01 .2148E-02    0.0006 .2113E-06 .1753E-0
  218         0.23  0.000  0.204  0.2664    0.0000 .0000E+00 .0000E+00    0.3692 .1044E-01 .2003E-02    0.0006 .2512E-06 .1908E-0
  219         0.00  0.000  0.232  0.2277    0.0000 .0000E+00 .0000E+00    0.3368 .9523E-02 .1867E-02    0.0007 .2897E-06 .2046E-0
  220         0.00  0.000  0.203  0.1939    0.0000 .0000E+00 .0000E+00    0.3072 .8685E-02 .1740E-02    0.0007 .3259E-06 .2168E-0
  221         0.00  0.000  0.270  0.1489    0.0000 .0000E+00 .0000E+00    0.2800 .7918E-02 .1622E-02    0.0007 .3596E-06 .2275E-0
  222         0.00  0.000  0.078  0.1358    0.0000 .0000E+00 .0000E+00    0.2552 .7217E-02 .1511E-02    0.0008 .3904E-06 .2369E-0
  223         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.2325 .6575E-02 .1407E-02    0.0008 .4181E-06 .2450E-0
  224         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.2118 .5988E-02 .1310E-02    0.0008 .4427E-06 .2519E-0
  225         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1928 .5452E-02 .1219E-02    0.0008 .4643E-06 .2579E-0
  226         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1755 .4961E-02 .1135E-02    0.0009 .4828E-06 .2628E-0
  227         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1596 .4513E-02 .1056E-02    0.0009 .4983E-06 .3336E-0
  228         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1451 .4104E-02 .9819E-03    0.0009 .5176E-06 .2710E-0
  229         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1319 .3730E-02 .9129E-03    0.0005 .2635E-06 .2056E-0
  230         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1199 .3389E-02 .8486E-03    0.0009 .5293E-06 .2749E-0
  231         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1089 .3078E-02 .7885E-03    0.0009 .5349E-06 .2763E-0
  232         0.28  0.000  0.102  0.1646    0.0000 .0000E+00 .0000E+00    0.0988 .2794E-02 .7324E-03    0.0009 .5385E-06 .2771E-0
  233         0.08  0.000  0.101  0.1611    0.0000 .0000E+00 .0000E+00    0.0896 .2535E-02 .6801E-03    0.0009 .5378E-06 .3465E-0
  234         0.00  0.000  0.098  0.1449    0.0000 .0000E+00 .0000E+00    0.0813 .2299E-02 .6313E-03    0.0009 .5425E-06 .2775E-0
  235         0.00  0.000  0.051  0.1364    0.0000 .0000E+00 .0000E+00    0.0737 .2084E-02 .5858E-03    0.0009 .5406E-06 .2770E-0
  236         0.00  0.000  0.006  0.1353    0.0000 .0000E+00 .0000E+00    0.0668 .1888E-02 .5434E-03    0.0009 .5374E-06 .2762E-0
  237         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0604 .1709E-02 .5038E-03    0.0009 .5331E-06 .2750E-0
  238         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0547 .1547E-02 .4669E-03    0.0009 .5278E-06 .2737E-0
  239         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0495 .1399E-02 .4326E-03    0.0009 .5217E-06 .2721E-0
  240         0.48  0.000  0.068  0.2037    0.0000 .0000E+00 .0000E+00    0.0447 .1265E-02 .4006E-03    0.0009 .5148E-06 .2703E-0
  241         0.78  0.016  0.128  0.3096    0.0000 .0000E+00 .0000E+00    0.0404 .1142E-02 .3708E-03    0.0009 .5073E-06 .2683E-0
  242         0.00  0.000  0.213  0.2718    0.0205 .0000E+00 .1331E-01    0.0497 .1405E-02 .4328E-03    0.0009 .4668E-06 .2574E-0
  243         0.00  0.000  0.194  0.2351    0.0950 .0000E+00 .2674E-01    0.0928 .2624E-02 .6960E-03    0.0008 .3635E-06 .2272E-0
  244         0.00  0.000  0.195  0.2018    0.0070 .0000E+00 .4539E-02    0.1316 .3721E-02 .9113E-03    0.0003 .1457E-06 .1524E-0
  245         0.00  0.000  0.199  0.1686    0.0000 .0000E+00 .0000E+00    0.1269 .3587E-02 .8860E-03    0.0007 .2893E-06 .2030E-0
  246         0.00  0.000  0.179  0.1388    0.0000 .0000E+00 .0000E+00    0.1152 .3258E-02 .8235E-03    0.0007 .2964E-06 .2059E-0
  247         0.00  0.000  0.023  0.1350    0.0000 .0000E+00 .0000E+00    0.1046 .2958E-02 .7651E-03    0.0007 .3064E-06 .2093E-0
  248         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0950 .2685E-02 .7106E-03    0.0007 .3149E-06 .2121E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0861 .2435E-02 .6597E-03    0.0007 .3219E-06 .2144E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0781 .2208E-02 .6123E-03    0.0007 .3265E-06 .2702E-0
  251         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0708 .2001E-02 .5681E-03    0.0004 .1686E-06 .1638E-0
  252         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0641 .1812E-02 .5268E-03    0.0007 .3355E-06 .2188E-0
  253         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0580 .1641E-02 .4884E-03    0.0007 .3377E-06 .2195E-0
  254         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0525 .1485E-02 .4526E-03    0.0007 .3390E-06 .2198E-0
  255         0.28  0.000  0.061  0.1715    0.0000 .0000E+00 .0000E+00    0.0475 .1342E-02 .4192E-03    0.0007 .3394E-06 .2199E-0
  256         0.00  0.000  0.075  0.1590    0.0000 .0000E+00 .0000E+00    0.0429 .1213E-02 .3881E-03    0.0007 .3390E-06 .2198E-0
  257         0.50  0.000  0.103  0.2252    0.0000 .0000E+00 .0000E+00    0.0388 .1096E-02 .3592E-03    0.0007 .3379E-06 .2194E-0
  258         0.61  0.004  0.091  0.3111    0.0000 .0000E+00 .0000E+00    0.0350 .9890E-03 .3322E-03    0.0007 .3361E-06 .2188E-0
  259         0.21  0.000  0.115  0.3224    0.2551 .0000E+00 .2710E-01    0.0584 .1652E-02 .4861E-03    0.0007 .3011E-06 .2048E-0
  260         0.05  0.000  0.123  0.3056    0.3391 .0000E+00 .2728E-01    0.1234 .3490E-02 .8662E-03    0.0006 .2163E-06 .1701E-0
  261         0.00  0.000  0.140  0.2777    0.4695 .0000E+00 .2757E-01    0.1833 .5183E-02 .1172E-02    0.0005 .1394E-06 .1366E-0
  262         0.00  0.000  0.151  0.2480    0.4787 .0000E+00 .2759E-01    0.2385 .6743E-02 .1434E-02    0.0004 .8962E-07 .1094E-0
  263         0.00  0.000  0.134  0.2211    0.4108 .0000E+00 .2744E-01    0.2888 .8166E-02 .1660E-02    0.0003 .5668E-07 .8676E-0
  264         0.00  0.000  0.098  0.2003    0.2671 .0000E+00 .2712E-01    0.3343 .9453E-02 .1857E-02    0.0002 .3505E-07 .8414E-0
  265         0.00  0.000  0.142  0.1722    0.1198 .0000E+00 .2680E-01    0.3751 .1061E-01 .2028E-02    0.0002 .1676E-07 .4899E-0
  266         0.00  0.000  0.104  0.1537    0.0073 .0000E+00 .6644E-02    0.3919 .1108E-01 .2097E-02    0.0001 .1408E-07 .4494E-0
  267         0.00  0.000  0.112  0.1350    0.0000 .0000E+00 .0000E+00    0.3683 .1041E-01 .2000E-02    0.0002 .2311E-07 .5750E-0
  268         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3360 .9502E-02 .1864E-02    0.0001 .1861E-07 .5487E-0
  269         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3065 .8666E-02 .1737E-02    0.0003 .4819E-07 .8436E-0
  270         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2794 .7901E-02 .1619E-02    0.0003 .6537E-07 .9790E-0
  271         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2547 .7201E-02 .1508E-02    0.0004 .8327E-07 .1102E-0
  272         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2320 .6560E-02 .1404E-02    0.0004 .1014E-06 .1213E-0
  273         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2113 .5975E-02 .1308E-02    0.0004 .1192E-06 .1314E-0
  274         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1924 .5439E-02 .1217E-02    0.0005 .1366E-06 .1761E-0
  275         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1751 .4950E-02 .1133E-02    0.0005 .1594E-06 .1505E-0
  276         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1593 .4503E-02 .1054E-02    0.0005 .1747E-06 .1576E-0
  277         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1448 .4095E-02 .9801E-03    0.0003 .9446E-07 .1230E-0
  278         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1316 .3722E-02 .9113E-03    0.0005 .1967E-06 .1680E-0
  279         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1196 .3381E-02 .8471E-03    0.0006 .2089E-06 .1731E-0
  280         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1086 .3071E-02 .7871E-03    0.0006 .2198E-06 .1775E-0
  281         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0986 .2787E-02 .7311E-03    0.0006 .2296E-06 .1813E-0
  282         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0894 .2529E-02 .6789E-03    0.0006 .2382E-06 .1846E-0
  283         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0811 .2293E-02 .6302E-03    0.0006 .2456E-06 .1874E-0
  284         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0735 .2079E-02 .5847E-03    0.0006 .2520E-06 .1897E-0
  285         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0666 .1883E-02 .5424E-03    0.0006 .2573E-06 .1917E-0
  286         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.0603 .1705E-02 .5029E-03    0.0006 .2616E-06 .2414E-0
  287         0.12  0.000  0.039  0.1485    0.0000 .0000E+00 .0000E+00    0.0546 .1543E-02 .4661E-03    0.0006 .2670E-06 .1947E-0



  288         0.00  0.000  0.012  0.1464    0.0000 .0000E+00 .0000E+00    0.0494 .1396E-02 .4318E-03    0.0006 .2693E-06 .1956E-0
  289         0.00  0.000  0.015  0.1438    0.0000 .0000E+00 .0000E+00    0.0446 .1261E-02 .3998E-03    0.0003 .1364E-06 .1473E-0
  290         0.00  0.000  0.018  0.1408    0.0000 .0000E+00 .0000E+00    0.0403 .1140E-02 .3701E-03    0.0006 .2705E-06 .1963E-0
  291         0.38  0.000  0.045  0.1966    0.0000 .0000E+00 .0000E+00    0.0364 .1029E-02 .3424E-03    0.0006 .2709E-06 .1965E-0
  292         0.00  0.000  0.020  0.1933    0.0000 .0000E+00 .0000E+00    0.0328 .9283E-03 .3166E-03    0.0006 .2707E-06 .1964E-0
  293         0.00  0.000  0.021  0.1898    0.0000 .0000E+00 .0000E+00    0.0296 .8370E-03 .2927E-03    0.0006 .2700E-06 .1961E-0
  294         0.10  0.000  0.047  0.1986    0.0000 .0000E+00 .0000E+00    0.0267 .7542E-03 .2704E-03    0.0006 .2688E-06 .1956E-0
  295         1.16  0.098  0.049  0.3674    0.0000 .0000E+00 .0000E+00    0.0240 .6791E-03 .2496E-03    0.0006 .2672E-06 .1950E-0
  296         0.24  0.000  0.057  0.3927    1.9948 .0000E+00 .3094E-01    0.0523 .1479E-02 .4435E-03    0.0006 .2308E-06 .1785E-0
  297         0.25  0.000  0.064  0.4181    3.1995 .0000E+00 .3361E-01    0.1303 .3684E-02 .9020E-03    0.0005 .1462E-06 .1376E-0
  298         0.08  0.000  0.064  0.4150    3.5852 .0000E+00 .3446E-01    0.2066 .5841E-02 .1284E-02    0.0004 .7420E-07 .9722E-0
  299         0.00  0.000  0.045  0.4018    3.5193 .0000E+00 .3431E-01    0.2775 .7846E-02 .1610E-02    0.0002 .3338E-07 .6414E-0
  300         0.32  0.000  0.062  0.4391    3.5838 .0000E+00 .3446E-01    0.3423 .9678E-02 .1890E-02    0.0001 .1202E-07 .4468E-0
  301         0.00  0.000  0.063  0.4226    4.2279 .0000E+00 .3588E-01    0.4032 .1140E-01 .2143E-02    0.0000 .1740E-09 .5748E-0
  302         0.00  0.000  0.052  0.4080    3.9175 .0000E+00 .3519E-01    0.4607 .1303E-01 .2373E-02    0.0000 .1530E-09 .2333E-0
  303         0.00  0.000  0.057  0.3927    3.6705 .0000E+00 .3465E-01    0.5116 .1447E-01 .2572E-02    0.0000 .0000E+00 .0000E+0
  304         0.00  0.000  0.045  0.3796    3.4324 .0000E+00 .3412E-01    0.5569 .1575E-01 .2746E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.050  0.3657    3.2054 .0000E+00 .3362E-01    0.5971 .1688E-01 .2897E-02    0.0000 .0000E+00 .0000E+0
  306         0.00  0.000  0.067  0.3490    2.9750 .0000E+00 .3311E-01    0.6326 .1789E-01 .3028E-02    0.0000 .0000E+00 .0000E+0
  307         0.00  0.000  0.065  0.3327    2.7660 .0000E+00 .3265E-01    0.6639 .1877E-01 .3143E-02    0.0000 .0000E+00 .0000E+0
  308         0.00  0.000  0.075  0.3149    2.5600 .0000E+00 .3219E-01    0.6914 .1955E-01 .3242E-02    0.0000 .0000E+00 .0000E+0
  309         0.00  0.000  0.054  0.3005    2.3575 .0000E+00 .3174E-01    0.7154 .2023E-01 .3329E-02    0.0000 .0000E+00 .0000E+0
  310         0.00  0.000  0.060  0.2853    2.1656 .0000E+00 .3132E-01    0.7363 .2082E-01 .3403E-02    0.0000 .0000E+00 .0000E+0
  311         0.00  0.000  0.058  0.2705    1.9342 .0000E+00 .3081E-01    0.7543 .2133E-01 .3467E-02    0.0000 .0000E+00 .0000E+0
  312         0.00  0.000  0.058  0.2558    1.8165 .0000E+00 .3055E-01    0.7697 .2176E-01 .3521E-02    0.0000 .0000E+00 .0000E+0
  313         0.37  0.000  0.061  0.3023    1.6704 .0000E+00 .3023E-01    0.7831 .2214E-01 .3568E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.054  0.2883    1.5121 .0000E+00 .2988E-01    0.7945 .2246E-01 .3608E-02    0.0000 .0000E+00 .0000E+0
  315         0.00  0.000  0.041  0.2765    1.3550 .0000E+00 .2953E-01    0.8040 .2273E-01 .3642E-02    0.0000 .0000E+00 .0000E+0
  316         0.00  0.000  0.047  0.2638    1.2019 .0000E+00 .2919E-01    0.8119 .2296E-01 .3669E-02    0.0000 .0000E+00 .0000E+0
  317         0.12  0.000  0.056  0.2696    1.0380 .0000E+00 .2883E-01    0.8182 .2313E-01 .3691E-02    0.0000 .0000E+00 .0000E+0
  318         0.05  0.000  0.058  0.2636    0.9067 .0000E+00 .2854E-01    0.8231 .2327E-01 .3708E-02    0.0000 .0000E+00 .0000E+0
  319         0.02  0.000  0.055  0.2531    0.7693 .0000E+00 .2823E-01    0.8269 .2338E-01 .3721E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.044  0.2411    0.6333 .0000E+00 .2793E-01    0.8295 .2345E-01 .3731E-02    0.0000 .0000E+00 .0000E+0
  321         0.00  0.000  0.038  0.2302    0.5059 .0000E+00 .2765E-01    0.8312 .2350E-01 .3736E-02    0.0000 .0000E+00 .0000E+0
  322         0.83  0.008  0.052  0.3539    0.3757 .0000E+00 .2736E-01    0.8320 .2352E-01 .3739E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.043  0.3418    1.4588 .0000E+00 .2976E-01    0.8346 .2360E-01 .3748E-02    0.0000 .0000E+00 .0000E+0
  324         0.10  0.000  0.059  0.3437    1.6329 .0000E+00 .3014E-01    0.8413 .2379E-01 .3771E-02    0.0000 .8610E-10 .3483E-0
  325         0.05  0.000  0.049  0.3389    1.5250 .0000E+00 .2990E-01    0.8478 .2397E-01 .3794E-02    0.0000 .1030E-08 .1500E-0
  326         0.34  0.000  0.054  0.3815    1.6725 .0000E+00 .3023E-01    0.8536 .2414E-01 .3814E-02    0.0001 .2815E-08 .2048E-0
  327  *      0.00  0.000  0.033  0.3706    2.6438 .0000E+00 .3238E-01    0.8617 .2437E-01 .3842E-02    0.0001 .5133E-08 .2753E-0
  328         0.00  0.000  0.036  0.3592    2.4986 .0000E+00 .3206E-01    0.8722 .2466E-01 .3878E-02    0.0001 .7802E-08 .3385E-0
  329         0.00  0.000  0.040  0.3472    2.3205 .0000E+00 .3166E-01    0.8810 .2491E-01 .3908E-02    0.0001 .1144E-07 .4090E-0
  330         0.00  0.000  0.037  0.3357    2.1432 .0000E+00 .3127E-01    0.8880 .2511E-01 .3932E-02    0.0002 .1623E-07 .4862E-0
  331         0.06  0.000  0.046  0.3330    1.9584 .0000E+00 .3086E-01    0.8934 .2526E-01 .3950E-02    0.0001 .1114E-07 .4174E-0
  332         0.00  0.000  0.043  0.3208    1.8251 .0000E+00 .3057E-01    0.8974 .2537E-01 .3964E-02    0.0002 .2797E-07 .6350E-0
  333         0.00  0.000  0.058  0.3060    1.6861 .0000E+00 .3026E-01    0.9003 .2546E-01 .3974E-02    0.0002 .3650E-07 .7253E-0
  334         0.00  0.000  0.051  0.2925    1.5597 .0000E+00 .2998E-01    0.9022 .2551E-01 .3980E-02    0.0003 .4799E-07 .1038E-0
  335         0.00  0.000  0.048  0.2796    1.4155 .0000E+00 .2966E-01    0.9032 .2554E-01 .3984E-02    0.0003 .6104E-07 .9376E-0
  336         0.00  0.000  0.047  0.2670    1.2602 .0000E+00 .2932E-01    0.9032 .2554E-01 .3984E-02    0.0003 .7451E-07 .1035E-0
  337         0.00  0.000  0.039  0.2556    1.0945 .0000E+00 .2895E-01    0.9023 .2551E-01 .3981E-02    0.0002 .4477E-07 .8419E-0
  338         0.00  0.000  0.036  0.2447    0.9528 .0000E+00 .2864E-01    0.9006 .2546E-01 .3975E-02    0.0004 .1018E-06 .1210E-0
  339  *      0.00  0.000  0.032  0.2347    0.8218 .0000E+00 .2835E-01    0.8982 .2540E-01 .3967E-02    0.0004 .1194E-06 .1310E-0
  340  *      0.06  0.000  0.031  0.2333    0.6887 .0000E+00 .2805E-01    0.8953 .2531E-01 .3957E-02    0.0005 .1406E-06 .1776E-0
  341  *      0.00  0.000  0.009  0.2287    0.5599 .0000E+00 .2777E-01    0.8918 .2522E-01 .3945E-02    0.0005 .1641E-06 .1533E-0
  342  *      0.00  0.000  0.000  0.2241    0.4325 .0000E+00 .2749E-01    0.8879 .2511E-01 .3932E-02    0.0003 .9050E-07 .1215E-0
  343  *      0.00  0.000  0.031  0.2144    0.3046 .0000E+00 .2721E-01    0.8836 .2498E-01 .3917E-02    0.0006 .2022E-06 .1703E-0
  344         0.00  0.000  0.036  0.2040    0.1749 .0000E+00 .2692E-01    0.8789 .2485E-01 .3901E-02    0.0006 .2255E-06 .1798E-0
  345  *      0.00  0.000  0.028  0.1960    0.0467 .0000E+00 .1974E-01    0.8670 .2451E-01 .3860E-02    0.0006 .2533E-06 .1908E-0
  346  *      0.83  0.000  0.036  0.1993    0.0000 .0000E+00 .0000E+00    0.8249 .2332E-01 .3714E-02    0.0007 .3025E-06 .2095E-0
  347         0.00  0.000  0.018  0.2306    0.0000 .0000E+00 .0000E+00    0.7545 .2133E-01 .3468E-02    0.0008 .3845E-06 .2370E-0
  348         0.00  0.000  0.026  0.2500    0.0000 .0000E+00 .0000E+00    0.6899 .1951E-01 .3237E-02    0.0009 .4790E-06 .2639E-0
  349         0.66  0.089  0.000  0.4152    0.1867 .0000E+00 .7046E-02    0.6377 .1803E-01 .3047E-02    0.0009 .5641E-06 .2856E-0
  350  *      0.38  0.000  0.028  0.4127    3.6037 .0000E+00 .3450E-01    0.6285 .1777E-01 .3013E-02    0.0010 .6035E-06 .2934E-0
  351  *      0.43  0.000  0.032  0.4102    3.7161 .0000E+00 .3475E-01    0.6644 .1879E-01 .3145E-02    0.0010 .5773E-06 .2849E-0
  352  *      0.08  0.000  0.031  0.4077    3.5845 .0000E+00 .3446E-01    0.6975 .1972E-01 .3264E-02    0.0009 .5337E-06 .2741E-0
  353  *      0.02  0.000  0.032  0.4053    3.4574 .0000E+00 .3418E-01    0.7271 .2056E-01 .3370E-02    0.0009 .4999E-06 .2655E-0
  354  *      0.00  0.000  0.031  0.4029    3.3643 .0000E+00 .3397E-01    0.7536 .2131E-01 .3464E-02    0.0009 .4742E-06 .2587E-0
  355  *      0.44  0.000  0.025  0.4006    3.2912 .0000E+00 .3381E-01    0.7773 .2198E-01 .3548E-02    0.0008 .4571E-06 .3172E-0
  356         0.10  0.000  0.000  0.4287    3.4732 .0000E+00 .3421E-01    0.7993 .2260E-01 .3625E-02    0.0008 .4351E-06 .2490E-0
  357         0.36  0.838  0.000  0.5010    5.1831 .0000E+00 .3799E-01    0.8239 .2329E-01 .3711E-02    0.0008 .4217E-06 .2452E-0
  358         0.20  0.190  0.054  0.4870    5.8557 .0000E+00 .3948E-01    0.8539 .2415E-01 .3815E-02    0.0008 .4041E-06 .2401E-0
  359         0.01  0.000  0.046  0.4745    5.5099 .0000E+00 .3871E-01    0.8832 .2497E-01 .3915E-02    0.0008 .3902E-06 .2360E-0
  360         0.70  0.451  0.051  0.5010    5.7307 .0000E+00 .3920E-01    0.9092 .2571E-01 .4004E-02    0.0004 .1883E-06 .1745E-0
  361         0.00  0.000  0.040  0.4878    5.8637 .0000E+00 .3950E-01    0.9342 .2642E-01 .4089E-02    0.0008 .3816E-06 .2324E-0
  362         1.39  1.226  0.045  0.5010    5.9002 .0000E+00 .3958E-01    0.9577 .2708E-01 .4168E-02    0.0008 .3789E-06 .2316E-0
  363  *      0.55  0.000  0.035  0.4977    5.9653 .0000E+00 .3972E-01    0.9796 .2770E-01 .4241E-02    0.0008 .3793E-06 .2319E-0
  364  *      0.10  0.000  0.029  0.4944    5.8733 .0000E+00 .3952E-01    0.9996 .2826E-01 .4308E-02    0.0008 .3830E-06 .2331E-0
  365  *      0.00  0.000  0.025  0.4911    5.7940 .0000E+00 .3934E-01    1.0175 .2877E-01 .4368E-02    0.0008 .3899E-06 .2353E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   19
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    4.19    5.53    7.74    4.61    5.73    4.44
                                  5.93    2.74    1.65    2.66    1.94    6.31
 
 RUNOFF                           1.776   3.682   6.146   1.076   0.827   0.071
                                  0.461   0.028   0.004   0.098   0.008   2.795



 
 EVAPOTRANSPIRATION               0.961   0.830   1.659   4.501   4.137   4.562
                                  5.007   2.119   2.044   0.787   1.542   0.920
 
 PERCOLATION/LEAKAGE THROUGH      0.9496  0.5537  0.5303  0.9843  0.6266  0.1914
   LAYER  2                       0.4145  0.0401  0.2021  0.3076  0.9124  0.9021
 
 LATERAL DRAINAGE COLLECTED       0.7625  0.5657  0.3538  0.8398  0.5361  0.3863
   FROM LAYER  3                  0.2068  0.1774  0.1450  0.1352  0.6839  0.7387
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1199  0.0929  0.0651  0.1282  0.0906  0.0690
   LAYER  4                       0.0414  0.0373  0.0319  0.0297  0.1094  0.1169
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0023  0.0556  0.0908  0.0643  0.1130  0.1132
   LAYER  7                       0.0797  0.0742  0.0471  0.0455  0.0047  0.0653
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            2.306   1.416   1.824   3.286   1.884   0.058
   TOP OF LAYER  2                1.106   0.004   0.078   1.004   1.756   2.713
 
 STD. DEVIATION OF DAILY          1.412   1.656   2.005   1.985   2.059   0.135
   HEAD ON TOP OF LAYER  2        1.764   0.017   0.155   1.628   0.728   2.326
 
 AVERAGE DAILY HEAD ON            0.870   0.715   0.404   0.990   0.612   0.455
   TOP OF LAYER  4                0.236   0.202   0.171   0.154   0.806   0.843
 
 STD. DEVIATION OF DAILY          0.084   0.105   0.203   0.064   0.195   0.238
   HEAD ON TOP OF LAYER  4        0.208   0.158   0.119   0.150   0.080   0.105
 
 AVERAGE DAILY HEAD ON            0.000   0.001   0.001   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.001   0.000   0.000   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   19
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           53.47         485240.187    100.00
 
   RUNOFF                                  16.972        154016.562     31.74
 
   EVAPOTRANSPIRATION                      29.070        263807.125     54.37
 
   PERC./LEAKAGE THROUGH LAYER  2           6.614646      60027.918     12.37
 
   AVG. HEAD ON TOP OF LAYER  2             1.4529
 
   DRAINAGE COLLECTED FROM LAYER  3         5.5313        50196.102     10.34
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.932426       8461.769      1.74
 
   AVG. HEAD ON TOP OF LAYER  4             0.5381
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.323      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.755676       6857.757      1.41
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  1.142         10361.463      2.14
 
   SOIL WATER AT START OF YEAR            285.218       2588349.250
 
   SOIL WATER AT END OF YEAR              285.858       2594158.750
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.502          4551.946      0.94
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.142      0.00
 
 *******************************************************************************



    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   20
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *      0.07  0.000  0.025  0.4878    5.7038 .0000E+00 .3914E-01    1.0335 .2922E-01 .4421E-02    0.0008 .4036E-06 .2990E-0
    2  *  *   0.00  0.000  0.022  0.4826    2.1048 .0000E+00 .3119E-01    1.0399 .2940E-01 .4442E-02    0.0008 .4229E-06 .2458E-0
    3  *  *   0.00  0.000  0.037  0.4779    0.8072 .0000E+00 .2832E-01    1.0301 .2913E-01 .4410E-02    0.0008 .4639E-06 .2574E-0
    4  *  *   0.15  0.000  0.000  0.4732    0.6773 .0000E+00 .2803E-01    1.0162 .2873E-01 .4364E-02    0.0009 .5096E-06 .2697E-0
    5     *   0.00  0.000  0.041  0.4686    0.5486 .0000E+00 .2774E-01    1.0028 .2835E-01 .4319E-02    0.0009 .5544E-06 .2812E-0
    6  *  *   0.00  0.000  0.039  0.4640    0.4212 .0000E+00 .2746E-01    0.9896 .2798E-01 .4275E-02    0.0010 .5979E-06 .2920E-0
    7  *  *   0.00  0.000  0.032  0.4595    0.2951 .0000E+00 .2718E-01    0.9769 .2762E-01 .4233E-02    0.0010 .6401E-06 .3021E-0
    8  *  *   0.00  0.000  0.026  0.4550    0.1703 .0000E+00 .2691E-01    0.9645 .2727E-01 .4191E-02    0.0010 .6806E-06 .3114E-0
    9  *  *   0.14  0.000  0.000  0.4517    0.0468 .0000E+00 .2017E-01    0.9459 .2675E-01 .4128E-02    0.0011 .7288E-06 .3222E-0
   10  *  *   0.11  0.000  0.000  0.4517    0.0000 .0000E+00 .0000E+00    0.8980 .2539E-01 .3966E-02    0.0011 .8207E-06 .3418E-0
   11     *   0.36  1.006  0.000  0.4657    0.0000 .0000E+00 .0000E+00    0.8216 .2323E-01 .3703E-02    0.0012 .9592E-06 .3694E-0
   12     *   0.08  0.062  0.009  0.4648    0.0093 .0000E+00 .1432E-01    0.7657 .2165E-01 .3507E-02    0.0013 .1059E-05 .3880E-0
   13     *   0.34  0.326  0.009  0.4648    0.0033 .0000E+00 .5718E-02    0.7289 .2061E-01 .3377E-02    0.0013 .1119E-05 .3988E-0
   14     *   0.34  0.326  0.008  0.4648    0.0033 .0000E+00 .5797E-02    0.6814 .1927E-01 .3206E-02    0.0014 .1197E-05 .4123E-0
   15     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.6323 .1788E-01 .3027E-02    0.0014 .1275E-05 .4254E-0
   16     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.5779 .1634E-01 .2824E-02    0.0015 .1359E-05 .4392E-0
   17  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.5280 .1493E-01 .2635E-02    0.0015 .1430E-05 .4504E-0
   18  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.4823 .1364E-01 .2458E-02    0.0015 .1486E-05 .4592E-0
   19     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.4404 .1245E-01 .2293E-02    0.0015 .1530E-05 .4658E-0
   20     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.4020 .1137E-01 .2138E-02    0.0008 .7807E-06 .3540E-0
   21     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3669 .1037E-01 .1994E-02    0.0016 .1565E-05 .4729E-0
   22     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3347 .9464E-02 .1858E-02    0.0016 .1580E-05 .4749E-0
   23     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.3053 .8631E-02 .1732E-02    0.0016 .1585E-05 .5933E-0
   24     *   0.13  0.116  0.008  0.4648    0.0033 .0000E+00 .5692E-02    0.2840 .8029E-02 .1639E-02    0.0016 .1575E-05 .4724E-0
   25     *   0.27  0.256  0.008  0.4648    0.0036 .0000E+00 .6235E-02    0.2742 .7752E-02 .1596E-02    0.0015 .1522E-05 .4645E-0
   26  *  *   0.22  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.2599 .7348E-02 .1532E-02    0.0015 .1485E-05 .4588E-0
   27  *  *   1.52  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2368 .6695E-02 .1426E-02    0.0015 .1475E-05 .4573E-0
   28  *  *   0.00  0.000  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.2157 .6098E-02 .1328E-02    0.0015 .1461E-05 .4550E-0
   29     *   0.21  0.457  0.000  0.4654    0.0048 .0000E+00 .1081E-01    0.2071 .5856E-02 .1288E-02    0.0015 .1410E-05 .4470E-0
   30     *   0.10  0.345  0.000  0.4649    0.0088 .0000E+00 .1735E-01    0.2231 .6309E-02 .1363E-02    0.0014 .1294E-05 .4283E-0
   31     *   0.02  0.133  0.000  0.4648    0.0047 .0000E+00 .1411E-01    0.2451 .6929E-02 .1464E-02    0.0014 .1175E-05 .4081E-0
   32     *   0.00  0.100  0.030  0.4648    0.0000 .0000E+00 .0000E+00    0.2459 .6953E-02 .1468E-02    0.0013 .1120E-05 .3986E-0
   33     *   0.00  0.004  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.2240 .6334E-02 .1367E-02    0.0013 .1126E-05 .3997E-0
   34  *  *   0.03  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.2040 .5768E-02 .1273E-02    0.0013 .1127E-05 .3998E-0
   35  *  *   0.30  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.1857 .5250E-02 .1185E-02    0.0013 .1124E-05 .3992E-0
   36  *  *   0.53  0.000  0.032  0.4648    0.0000 .0000E+00 .0000E+00    0.1689 .4777E-02 .1102E-02    0.0013 .1117E-05 .3979E-0
   37     *   0.00  0.163  0.024  0.4648    0.0000 .0000E+00 .0000E+00    0.1537 .4345E-02 .1026E-02    0.0013 .1106E-05 .3960E-0
   38     *   0.00  0.323  0.001  0.4648    0.0076 .0000E+00 .1325E-01    0.1529 .4322E-02 .1021E-02    0.0013 .1056E-05 .3870E-0
   39     *   0.00  0.124  0.027  0.4648    0.0000 .0000E+00 .0000E+00    0.1603 .4531E-02 .1059E-02    0.0012 .9888E-06 .3745E-0
   40     *   0.14  0.247  0.000  0.4654    0.0046 .0000E+00 .1063E-01    0.1563 .4419E-02 .1039E-02    0.0006 .4777E-06 .2769E-0
   41     *   0.20  0.524  0.000  0.4649    0.0088 .0000E+00 .1735E-01    0.1764 .4988E-02 .1139E-02    0.0012 .8933E-06 .3547E-0
   42  *  *   0.00  0.000  0.040  0.4648    0.0006 .0000E+00 .5269E-03    0.1889 .5341E-02 .1200E-02    0.0011 .8209E-06 .3405E-0
   43     *   0.00  0.051  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.1727 .4884E-02 .1121E-02    0.0011 .8016E-06 .4222E-0
   44  *  *   0.00  0.000  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.1571 .4442E-02 .1043E-02    0.0011 .8123E-06 .3394E-0
   45  *  *   0.02  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.1429 .4039E-02 .9700E-03    0.0006 .4111E-06 .2555E-0
   46  *  *   0.76  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.1298 .3671E-02 .9019E-03    0.0011 .8086E-06 .3395E-0
   47  *  *   0.63  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1180 .3335E-02 .8383E-03    0.0011 .8055E-06 .3388E-0
   48  *  *   0.00  0.000  0.031  0.4648    0.0000 .0000E+00 .0000E+00    0.1071 .3029E-02 .7789E-03    0.0011 .8002E-06 .3376E-0
   49  *  *   0.00  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.0972 .2749E-02 .7234E-03    0.0011 .7929E-06 .4193E-0
   50  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.0882 .2494E-02 .6717E-03    0.0011 .7845E-06 .3336E-0
   51     *   0.00  0.350  0.000  0.4654    0.0047 .0000E+00 .1074E-01    0.0906 .2563E-02 .6857E-03    0.0005 .3727E-06 .2445E-0
   52     *   0.14  0.783  0.000  0.4649    0.0089 .0000E+00 .1744E-01    0.1168 .3301E-02 .8313E-03    0.0010 .6830E-06 .3094E-0
   53     *   0.03  0.521  0.000  0.4648    0.0054 .0000E+00 .1489E-01    0.1488 .4207E-02 .1000E-02    0.0010 .5916E-06 .2876E-0
   54     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1592 .4500E-02 .1053E-02    0.0009 .5344E-06 .2747E-0
   55     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1447 .4092E-02 .9797E-03    0.0009 .5276E-06 .2746E-0
   56  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1315 .3720E-02 .9109E-03    0.0009 .5374E-06 .2770E-0
   57     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.1195 .3379E-02 .8467E-03    0.0009 .5447E-06 .2788E-0
   58  *  *   0.91  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.1085 .3069E-02 .7868E-03    0.0009 .5498E-06 .2801E-0
   59  *  *   0.34  0.000  0.034  0.4648    0.0000 .0000E+00 .0000E+00    0.0985 .2786E-02 .7308E-03    0.0009 .5528E-06 .2808E-0
   60  *  *   0.14  0.000  0.036  0.4648    0.0000 .0000E+00 .0000E+00    0.0894 .2527E-02 .6786E-03    0.0009 .5540E-06 .2810E-0
   61  *  *   0.00  0.000  0.038  0.4648    0.0000 .0000E+00 .0000E+00    0.0811 .2292E-02 .6299E-03    0.0009 .5535E-06 .2809E-0
   62  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.0735 .2077E-02 .5845E-03    0.0009 .5516E-06 .2803E-0
   63  *  *   0.00  0.000  0.041  0.4648    0.0000 .0000E+00 .0000E+00    0.0666 .1882E-02 .5421E-03    0.0009 .5484E-06 .2795E-0
   64  *  *   0.00  0.000  0.033  0.4648    0.0000 .0000E+00 .0000E+00    0.0603 .1704E-02 .5027E-03    0.0009 .5439E-06 .2783E-0
   65     *   0.00  0.000  0.042  0.4648    0.0000 .0000E+00 .0000E+00    0.0545 .1542E-02 .4659E-03    0.0009 .5360E-06 .3455E-0
   66  *  *   0.00  0.000  0.037  0.4648    0.0000 .0000E+00 .0000E+00    0.0493 .1395E-02 .4316E-03    0.0005 .2686E-06 .2066E-0
   67  *  *   0.00  0.000  0.040  0.4648    0.0000 .0000E+00 .0000E+00    0.0446 .1261E-02 .3997E-03    0.0009 .5252E-06 .2734E-0
   68  *  *   0.09  0.000  0.039  0.4648    0.0000 .0000E+00 .0000E+00    0.0403 .1139E-02 .3699E-03    0.0009 .5151E-06 .3386E-0
   69  *  *   0.00  0.000  0.032  0.4648    0.0000 .0000E+00 .0000E+00    0.0364 .1028E-02 .3422E-03    0.0009 .5085E-06 .2686E-0
   70  *  *   0.15  0.000  0.035  0.4648    0.0000 .0000E+00 .0000E+00    0.0328 .9278E-03 .3165E-03    0.0009 .4996E-06 .2662E-0
   71  *  *   0.02  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0296 .8365E-03 .2925E-03    0.0009 .4904E-06 .2638E-0
   72     *   0.00  0.427  0.000  0.4654    0.0048 .0000E+00 .1080E-01    0.0374 .1057E-02 .3482E-03    0.0008 .4531E-06 .2536E-0



   73     *   0.00  0.713  0.013  0.4649    0.0045 .0000E+00 .4614E-02    0.0556 .1572E-02 .4727E-03    0.0008 .3958E-06 .2370E-0
   74     *   0.00  0.000  0.000  0.4648    0.0004 .0000E+00 .3384E-03    0.0580 .1641E-02 .4884E-03    0.0008 .3783E-06 .2317E-0
   75     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0530 .1500E-02 .4561E-03    0.0008 .3770E-06 .2313E-0
   76     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0480 .1356E-02 .4225E-03    0.0004 .1895E-06 .1736E-0
   77     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0433 .1226E-02 .3912E-03    0.0008 .3735E-06 .2307E-0
   78     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0392 .1107E-02 .3620E-03    0.0008 .3714E-06 .2300E-0
   79     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0353 .9993E-03 .3349E-03    0.0008 .3686E-06 .2291E-0
   80     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0319 .9015E-03 .3096E-03    0.0008 .3652E-06 .2280E-0
   81     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0287 .8127E-03 .2862E-03    0.0007 .3613E-06 .2268E-0
   82  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0259 .7322E-03 .2643E-03    0.0007 .3570E-06 .2254E-0
   83  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0233 .6591E-03 .2440E-03    0.0007 .3523E-06 .2239E-0
   84  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0210 .5930E-03 .2252E-03    0.0007 .3473E-06 .2223E-0
   85     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0189 .5330E-03 .2076E-03    0.0007 .3421E-06 .2206E-0
   86     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0169 .4788E-03 .1914E-03    0.0007 .3366E-06 .2188E-0
   87     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0152 .4297E-03 .1763E-03    0.0007 .3309E-06 .2169E-0
   88     *   0.54  0.526  0.004  0.4648    0.0059 .0000E+00 .1023E-01    0.0238 .6723E-03 .2457E-03    0.0007 .3098E-06 .2088E-0
   89     *   0.12  0.107  0.004  0.4648    0.0054 .0000E+00 .9295E-02    0.0470 .1329E-02 .4154E-03    0.0006 .2635E-06 .2379E-0
   90         0.00  0.000  0.122  0.4399    3.6857 .0000E+00 .2805E-01    0.0852 .2409E-02 .6514E-03    0.0005 .1826E-06 .1611E-0
   91         0.00  0.000  0.109  0.4155    4.6109 .0000E+00 .3673E-01    0.1587 .4488E-02 .1049E-02    0.0004 .1019E-06 .1204E-0
   92         0.21  0.000  0.109  0.4264    4.1561 .0000E+00 .3572E-01    0.2388 .6753E-02 .1435E-02    0.0003 .4742E-07 .8219E-0
   93         0.00  0.000  0.133  0.3985    3.7728 .0000E+00 .3487E-01    0.3096 .8753E-02 .1750E-02    0.0002 .1904E-07 .5216E-0
   94         0.00  0.000  0.132  0.3708    3.4132 .0000E+00 .3408E-01    0.3722 .1052E-01 .2015E-02    0.0001 .5484E-08 .2810E-0
   95         0.00  0.000  0.101  0.3484    3.0753 .0000E+00 .3333E-01    0.4275 .1209E-01 .2241E-02    0.0000 .5202E-09 .8784E-0
   96         0.00  0.000  0.100  0.3263    2.8141 .0000E+00 .3275E-01    0.4763 .1347E-01 .2435E-02    0.0000 .0000E+00 .1110E-1
   97         0.05  0.000  0.120  0.3093    2.5772 .0000E+00 .3223E-01    0.5197 .1469E-01 .2603E-02    0.0000 .0000E+00 .0000E+0
   98         0.35  0.000  0.114  0.3433    2.3218 .0000E+00 .3167E-01    0.5580 .1578E-01 .2750E-02    0.0000 .0000E+00 .0000E+0
   99         0.21  0.000  0.140  0.3497    2.0281 .0000E+00 .3102E-01    0.5915 .1673E-01 .2876E-02    0.0000 .0000E+00 .0000E+0
  100         0.49  0.001  0.136  0.4034    2.2182 .0000E+00 .3144E-01    0.6217 .1758E-01 .2988E-02    0.0000 .0000E+00 .0000E+0
  101         0.00  0.000  0.148  0.3731    3.1988 .0000E+00 .3360E-01    0.6521 .1844E-01 .3100E-02    0.0000 .0000E+00 .0000E+0
  102         0.00  0.000  0.184  0.3370    2.8554 .0000E+00 .3285E-01    0.6828 .1931E-01 .3211E-02    0.0000 .0000E+00 .0000E+0
  103         0.20  0.000  0.148  0.3403    2.5664 .0000E+00 .3221E-01    0.7090 .2005E-01 .3306E-02    0.0000 .0000E+00 .0000E+0
  104         0.48  0.000  0.184  0.3843    2.2898 .0000E+00 .3159E-01    0.7314 .2068E-01 .3386E-02    0.0000 .0000E+00 .0000E+0
  105         0.16  0.000  0.173  0.3768    2.5742 .0000E+00 .3222E-01    0.7517 .2125E-01 .3458E-02    0.0000 .0000E+00 .0000E+0
  106         0.00  0.000  0.222  0.3345    2.3735 .0000E+00 .3178E-01    0.7708 .2179E-01 .3525E-02    0.0000 .0000E+00 .0000E+0
  107         0.00  0.000  0.183  0.2988    2.0580 .0000E+00 .3108E-01    0.7869 .2225E-01 .3582E-02    0.0000 .0000E+00 .0000E+0
  108         0.02  0.000  0.113  0.2781    1.8330 .0000E+00 .3058E-01    0.8001 .2262E-01 .3628E-02    0.0000 .0000E+00 .0000E+0
  109         0.00  0.000  0.133  0.2509    1.6443 .0000E+00 .3017E-01    0.8109 .2293E-01 .3666E-02    0.0000 .0000E+00 .0000E+0
  110         0.00  0.000  0.165  0.2185    1.3004 .0000E+00 .2941E-01    0.8195 .2317E-01 .3696E-02    0.0000 .0000E+00 .0000E+0
  111         0.00  0.000  0.162  0.1867    0.8780 .0000E+00 .2847E-01    0.8252 .2333E-01 .3716E-02    0.0000 .0000E+00 .0000E+0
  112         0.00  0.000  0.155  0.1574    0.4256 .0000E+00 .2078E-01    0.8212 .2322E-01 .3702E-02    0.0000 .0000E+00 .0000E+0
  113         0.00  0.000  0.134  0.1350    0.0000 .0000E+00 .0000E+00    0.7846 .2218E-01 .3574E-02    0.0000 .0000E+00 .0000E+0
  114         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7175 .2029E-01 .3336E-02    0.0001 .4645E-08 .2611E-0
  115         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6560 .1855E-01 .3114E-02    0.0002 .2122E-07 .5532E-0
  116         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5997 .1696E-01 .2906E-02    0.0003 .4685E-07 .8196E-0
  117         0.38  0.000  0.026  0.1940    0.0000 .0000E+00 .0000E+00    0.5480 .1549E-01 .2712E-02    0.0003 .7884E-07 .1062E-0
  118         0.64  0.002  0.036  0.2942    0.0000 .0000E+00 .0000E+00    0.5006 .1415E-01 .2530E-02    0.0004 .1149E-06 .1281E-0
  119         0.00  0.000  0.238  0.2546    0.0000 .0000E+00 .0000E+00    0.4572 .1293E-01 .2360E-02    0.0005 .1533E-06 .1478E-0
  120         0.00  0.000  0.225  0.2170    0.0000 .0000E+00 .0000E+00    0.4174 .1180E-01 .2201E-02    0.0005 .1925E-06 .1656E-0
  121         0.19  0.000  0.154  0.2230    0.0000 .0000E+00 .0000E+00    0.3810 .1077E-01 .2052E-02    0.0006 .2314E-06 .1815E-0
  122         1.00  0.040  0.177  0.3536    0.0000 .0000E+00 .0000E+00    0.3476 .9829E-02 .1913E-02    0.0003 .1345E-06 .1467E-0
  123         0.00  0.000  0.214  0.3132    1.1358 .0000E+00 .2904E-01    0.3459 .9781E-02 .1906E-02    0.0006 .2700E-06 .1961E-0
  124         2.30  0.984  0.156  0.5010    2.8262 .0000E+00 .3278E-01    0.3948 .1116E-01 .2109E-02    0.0006 .2375E-06 .1812E-0
  125         0.00  0.000  0.217  0.4584    5.5727 .0000E+00 .3885E-01    0.4516 .1277E-01 .2337E-02    0.0005 .1870E-06 .1602E-0
  126         0.00  0.000  0.236  0.4129    4.5828 .0000E+00 .3666E-01    0.5112 .1445E-01 .2571E-02    0.0005 .1422E-06 .1393E-0
  127         0.30  0.000  0.161  0.4303    3.9393 .0000E+00 .3524E-01    0.5609 .1586E-01 .2761E-02    0.0004 .1098E-06 .1227E-0
  128         0.07  0.000  0.187  0.4050    3.9426 .0000E+00 .3525E-01    0.6042 .1708E-01 .2923E-02    0.0004 .8821E-07 .1375E-0
  129         0.00  0.000  0.204  0.3652    3.4779 .0000E+00 .3422E-01    0.6428 .1818E-01 .3065E-02    0.0003 .6765E-07 .9844E-0
  130         0.94  0.066  0.165  0.4777    3.5176 .0000E+00 .3431E-01    0.6767 .1913E-01 .3189E-02    0.0003 .5909E-07 .9206E-0
  131         0.00  0.000  0.237  0.4318    4.9659 .0000E+00 .3751E-01    0.7111 .2011E-01 .3313E-02    0.0003 .5178E-07 .8623E-0
  132         0.36  0.001  0.182  0.4553    4.3708 .0000E+00 .3620E-01    0.7464 .2111E-01 .3439E-02    0.0001 .2163E-07 .5989E-0
  133         0.42  0.021  0.171  0.4871    5.0019 .0000E+00 .3759E-01    0.7782 .2200E-01 .3551E-02    0.0003 .4395E-07 .9824E-0
  134         0.24  0.026  0.164  0.4889    5.6149 .0000E+00 .3895E-01    0.8108 .2293E-01 .3666E-02    0.0002 .3818E-07 .7421E-0
  135         0.07  0.000  0.129  0.4726    5.5199 .0000E+00 .3874E-01    0.8428 .2383E-01 .3777E-02    0.0002 .3588E-07 .7198E-0
  136         0.05  0.000  0.178  0.4450    5.0032 .0000E+00 .3759E-01    0.8706 .2462E-01 .3872E-02    0.0002 .3564E-07 .7176E-0
  137         0.12  0.000  0.215  0.4230    4.3817 .0000E+00 .3622E-01    0.8930 .2525E-01 .3949E-02    0.0002 .3778E-07 .7389E-0
  138         0.11  0.000  0.289  0.3873    3.8154 .0000E+00 .3497E-01    0.9100 .2573E-01 .4007E-02    0.0003 .4229E-07 .7815E-0
  139         0.34  0.000  0.190  0.4067    3.4214 .0000E+00 .3410E-01    0.9228 .2609E-01 .4050E-02    0.0001 .2298E-07 .6209E-0
  140         0.00  0.000  0.236  0.3618    3.1309 .0000E+00 .3345E-01    0.9324 .2636E-01 .4083E-02    0.0003 .5588E-07 .8939E-0
  141         0.00  0.000  0.171  0.3279    2.8042 .0000E+00 .3273E-01    0.9395 .2657E-01 .4107E-02    0.0003 .6590E-07 .9716E-0
  142         0.00  0.000  0.219  0.2860    2.4322 .0000E+00 .3191E-01    0.9441 .2669E-01 .4122E-02    0.0003 .7802E-07 .1058E-0
  143         0.00  0.000  0.206  0.2466    1.9207 .0000E+00 .3078E-01    0.9458 .2674E-01 .4128E-02    0.0004 .9250E-07 .1153E-0
  144         0.00  0.000  0.212  0.2064    1.3148 .0000E+00 .2944E-01    0.9442 .2670E-01 .4123E-02    0.0004 .1098E-06 .1256E-0
  145         0.06  0.000  0.216  0.1757    0.6723 .0000E+00 .2802E-01    0.9392 .2656E-01 .4106E-02    0.0005 .1327E-06 .1728E-0
  146         0.00  0.000  0.089  0.1586    0.1225 .0000E+00 .1350E-01    0.9179 .2595E-01 .4034E-02    0.0005 .1705E-06 .1563E-0
  147         0.00  0.000  0.073  0.1465    0.0000 .0000E+00 .0000E+00    0.8616 .2436E-01 .3841E-02    0.0006 .2360E-06 .1837E-0
  148         0.00  0.000  0.068  0.1351    0.0000 .0000E+00 .0000E+00    0.7881 .2229E-01 .3586E-02    0.0007 .3255E-06 .2155E-0
  149         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.7208 .2038E-01 .3348E-02    0.0008 .4167E-06 .2437E-0
  150         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6590 .1863E-01 .3125E-02    0.0009 .5064E-06 .2685E-0
  151         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6024 .1703E-01 .2916E-02    0.0010 .5919E-06 .2902E-0
  152         0.01  0.000  0.008  0.1353    0.0000 .0000E+00 .0000E+00    0.5505 .1556E-01 .2721E-02    0.0010 .6717E-06 .3090E-0
  153         0.39  0.000  0.025  0.1962    0.0000 .0000E+00 .0000E+00    0.5029 .1422E-01 .2539E-02    0.0011 .7443E-06 .3252E-0
  154         0.10  0.000  0.037  0.2066    0.0000 .0000E+00 .0000E+00    0.4593 .1299E-01 .2368E-02    0.0011 .8093E-06 .3390E-0
  155         0.02  0.000  0.048  0.2020    0.0000 .0000E+00 .0000E+00    0.4193 .1186E-01 .2208E-02    0.0006 .4360E-06 .2635E-0
  156         0.00  0.000  0.041  0.1952    0.0000 .0000E+00 .0000E+00    0.3827 .1082E-01 .2059E-02    0.0012 .8937E-06 .3580E-0
  157         0.68  0.001  0.043  0.3011    0.0000 .0000E+00 .0000E+00    0.3492 .9874E-02 .1920E-02    0.0012 .9369E-06 .3664E-0
  158         0.00  0.000  0.237  0.2616    0.0000 .0000E+00 .0000E+00    0.3185 .9007E-02 .1789E-02    0.0012 .9725E-06 .3731E-0
  159         0.00  0.000  0.255  0.2171    0.0172 .0000E+00 .1177E-01    0.3021 .8543E-02 .1719E-02    0.0012 .9844E-06 .3746E-0
  160         0.00  0.000  0.227  0.1792    0.0000 .0000E+00 .0000E+00    0.2944 .8323E-02 .1685E-02    0.0012 .9720E-06 .3718E-0
  161         0.00  0.000  0.104  0.1597    0.0259 .0000E+00 .1322E-01    0.2815 .7959E-02 .1628E-02    0.0012 .9600E-06 .3698E-0
  162         0.00  0.000  0.097  0.1435    0.0000 .0000E+00 .0000E+00    0.2778 .7854E-02 .1612E-02    0.0012 .9396E-06 .3653E-0
  163         0.00  0.000  0.051  0.1350    0.0000 .0000E+00 .0000E+00    0.2532 .7158E-02 .1501E-02    0.0012 .9419E-06 .3669E-0
  164         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2306 .6522E-02 .1398E-02    0.0012 .9582E-06 .3700E-0
  165         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2101 .5939E-02 .1302E-02    0.0012 .9693E-06 .3720E-0
  166         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1912 .5407E-02 .1212E-02    0.0012 .9756E-06 .3731E-0
  167         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1740 .4920E-02 .1128E-02    0.0012 .9778E-06 .3734E-0
  168         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1583 .4476E-02 .1049E-02    0.0012 .9762E-06 .3731E-0



  169         0.56  0.000  0.053  0.2195    0.0000 .0000E+00 .0000E+00    0.1439 .4070E-02 .9756E-03    0.0012 .9658E-06 .4642E-0
  170         0.35  0.000  0.067  0.2666    0.0000 .0000E+00 .0000E+00    0.1308 .3699E-02 .9071E-03    0.0012 .9659E-06 .3701E-0
  171         0.01  0.000  0.176  0.2390    0.0000 .0000E+00 .0000E+00    0.1189 .3361E-02 .8432E-03    0.0006 .4774E-06 .2768E-0
  172         0.00  0.000  0.314  0.1866    0.0000 .0000E+00 .0000E+00    0.1079 .3052E-02 .7834E-03    0.0012 .9411E-06 .4566E-0
  173         0.00  0.000  0.261  0.1431    0.0000 .0000E+00 .0000E+00    0.0980 .2770E-02 .7277E-03    0.0012 .9269E-06 .3625E-0
  174         0.00  0.000  0.048  0.1350    0.0000 .0000E+00 .0000E+00    0.0889 .2513E-02 .6757E-03    0.0012 .9107E-06 .3594E-0
  175         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0806 .2279E-02 .6272E-03    0.0012 .8934E-06 .3559E-0
  176         0.30  0.000  0.047  0.1771    0.0000 .0000E+00 .0000E+00    0.0731 .2066E-02 .5820E-03    0.0012 .8751E-06 .3523E-0
  177         0.09  0.000  0.065  0.1812    0.0000 .0000E+00 .0000E+00    0.0662 .1871E-02 .5398E-03    0.0012 .8561E-06 .3484E-0
  178         0.18  0.000  0.079  0.1980    0.0000 .0000E+00 .0000E+00    0.0599 .1694E-02 .5005E-03    0.0006 .4183E-06 .2591E-0
  179         0.00  0.000  0.090  0.1830    0.0000 .0000E+00 .0000E+00    0.0542 .1533E-02 .4638E-03    0.0011 .8194E-06 .3413E-0
  180         0.00  0.000  0.099  0.1665    0.0000 .0000E+00 .0000E+00    0.0490 .1387E-02 .4297E-03    0.0011 .7995E-06 .3372E-0
  181         0.00  0.000  0.100  0.1498    0.0000 .0000E+00 .0000E+00    0.0443 .1253E-02 .3979E-03    0.0011 .7795E-06 .3329E-0
  182         0.00  0.000  0.078  0.1368    0.0000 .0000E+00 .0000E+00    0.0400 .1132E-02 .3683E-03    0.0011 .7594E-06 .3285E-0
  183         0.00  0.000  0.009  0.1353    0.0000 .0000E+00 .0000E+00    0.0362 .1022E-02 .3407E-03    0.0011 .7393E-06 .4043E-0
  184         0.00  0.000  0.002  0.1350    0.0000 .0000E+00 .0000E+00    0.0326 .9223E-03 .3151E-03    0.0011 .7159E-06 .3187E-0
  185         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0294 .8316E-03 .2912E-03    0.0010 .6961E-06 .3142E-0
  186         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0265 .7493E-03 .2690E-03    0.0010 .6766E-06 .3098E-0
  187         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0239 .6746E-03 .2484E-03    0.0010 .6574E-06 .3054E-0
  188         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0215 .6070E-03 .2292E-03    0.0010 .6385E-06 .3010E-0
  189         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0193 .5457E-03 .2114E-03    0.0010 .6201E-06 .2966E-0
  190         0.91  0.014  0.058  0.2746    0.0000 .0000E+00 .0000E+00    0.0173 .4903E-03 .1948E-03    0.0010 .6020E-06 .2922E-0
  191         0.19  0.000  0.181  0.2761    0.0000 .0000E+00 .0000E+00    0.0156 .4401E-03 .1795E-03    0.0005 .2922E-06 .2165E-0
  192         0.00  0.000  0.251  0.2343    0.0000 .0000E+00 .0000E+00    0.0140 .3947E-03 .1652E-03    0.0009 .5706E-06 .2847E-0
  193         0.00  0.000  0.254  0.1920    0.0000 .0000E+00 .0000E+00    0.0125 .3538E-03 .1520E-03    0.0009 .5512E-06 .3498E-0
  194         0.00  0.000  0.243  0.1516    0.0000 .0000E+00 .0000E+00    0.0112 .3167E-03 .1398E-03    0.0009 .5341E-06 .2753E-0
  195         0.27  0.000  0.165  0.1691    0.0000 .0000E+00 .0000E+00    0.0100 .2833E-03 .1284E-03    0.0009 .5183E-06 .2712E-0
  196         0.00  0.000  0.107  0.1513    0.0000 .0000E+00 .0000E+00    0.0090 .2532E-03 .1179E-03    0.0009 .5029E-06 .2671E-0
  197         0.00  0.000  0.077  0.1384    0.0000 .0000E+00 .0000E+00    0.0080 .2261E-03 .1082E-03    0.0004 .2462E-06 .1978E-0
  198         0.00  0.000  0.016  0.1357    0.0000 .0000E+00 .0000E+00    0.0071 .2017E-03 .9916E-04    0.0009 .4766E-06 .2602E-0
  199         0.14  0.000  0.075  0.1465    0.0000 .0000E+00 .0000E+00    0.0064 .1797E-03 .9083E-04    0.0008 .4625E-06 .2563E-0
  200         1.98  0.375  0.139  0.3908    0.0000 .0000E+00 .0000E+00    0.0057 .1599E-03 .8313E-04    0.0008 .4489E-06 .2525E-0
  201         0.37  0.003  0.309  0.3952    2.2427 .0000E+00 .3149E-01    0.0363 .1025E-02 .3259E-03    0.0008 .3840E-06 .2302E-0
  202         0.11  0.000  0.193  0.3759    2.7840 .0000E+00 .3269E-01    0.1156 .3270E-02 .8231E-03    0.0006 .2565E-06 .1839E-0
  203         0.00  0.000  0.233  0.3318    2.5963 .0000E+00 .3227E-01    0.1895 .5359E-02 .1202E-02    0.0005 .1521E-06 .1748E-0
  204         0.00  0.000  0.202  0.2928    2.4319 .0000E+00 .3191E-01    0.2560 .7239E-02 .1514E-02    0.0003 .7224E-07 .1014E-0
  205         1.37  0.163  0.180  0.4588    2.1644 .0000E+00 .3132E-01    0.3157 .8926E-02 .1777E-02    0.0003 .4101E-07 .7649E-0
  206         0.00  0.000  0.283  0.4057    4.3361 .0000E+00 .3612E-01    0.3741 .1058E-01 .2023E-02    0.0002 .2047E-07 .5412E-0
  207         0.00  0.000  0.244  0.3592    3.6535 .0000E+00 .3461E-01    0.4338 .1226E-01 .2266E-02    0.0001 .3562E-08 .2438E-0
  208         0.00  0.000  0.277  0.3075    3.0015 .0000E+00 .3317E-01    0.4846 .1370E-01 .2467E-02    0.0001 .3944E-08 .2077E-0
  209         0.04  0.000  0.233  0.2701    2.3045 .0000E+00 .3163E-01    0.5273 .1491E-01 .2633E-02    0.0000 .7688E-09 .9500E-0
  210         0.00  0.000  0.245  0.2243    1.5816 .0000E+00 .3003E-01    0.5623 .1590E-01 .2766E-02    0.0000 .0000E+00 .0000E+0
  211         0.00  0.000  0.237  0.1800    0.8518 .0000E+00 .2842E-01    0.5903 .1669E-01 .2871E-02    0.0000 .0000E+00 .0000E+0
  212         0.00  0.000  0.262  0.1352    0.1934 .0000E+00 .6939E-02    0.5920 .1674E-01 .2878E-02    0.0000 .0000E+00 .0000E+0
  213         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.5521 .1561E-01 .2727E-02    0.0001 .2031E-08 .1727E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5044 .1426E-01 .2544E-02    0.0001 .1131E-07 .4038E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4607 .1303E-01 .2373E-02    0.0002 .2642E-07 .6153E-0
  216         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4206 .1189E-01 .2214E-02    0.0003 .4574E-07 .8084E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3839 .1085E-01 .2064E-02    0.0003 .6791E-07 .9842E-0
  218         0.30  0.000  0.091  0.1698    0.0000 .0000E+00 .0000E+00    0.3503 .9904E-02 .1924E-02    0.0004 .9182E-07 .1144E-0
  219         0.00  0.000  0.116  0.1505    0.0000 .0000E+00 .0000E+00    0.3195 .9034E-02 .1794E-02    0.0004 .1166E-06 .1288E-0
  220         0.00  0.000  0.082  0.1368    0.0000 .0000E+00 .0000E+00    0.2913 .8238E-02 .1671E-02    0.0005 .1414E-06 .1419E-0
  221         0.00  0.000  0.008  0.1354    0.0000 .0000E+00 .0000E+00    0.2656 .7509E-02 .1557E-02    0.0005 .1658E-06 .1536E-0
  222         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.2420 .6842E-02 .1450E-02    0.0005 .1893E-06 .1641E-0
  223         0.01  0.000  0.011  0.1350    0.0000 .0000E+00 .0000E+00    0.2204 .6233E-02 .1351E-02    0.0006 .2116E-06 .1734E-0
  224         0.89  0.012  0.114  0.2623    0.0000 .0000E+00 .0000E+00    0.2007 .5675E-02 .1257E-02    0.0006 .2324E-06 .1817E-0
  225         0.02  0.000  0.177  0.2360    0.0000 .0000E+00 .0000E+00    0.1827 .5166E-02 .1170E-02    0.0003 .1263E-06 .1420E-0
  226         0.00  0.000  0.269  0.1912    0.0000 .0000E+00 .0000E+00    0.1662 .4700E-02 .1089E-02    0.0006 .2620E-06 .1939E-0
  227         0.00  0.000  0.188  0.1598    0.0000 .0000E+00 .0000E+00    0.1512 .4274E-02 .1013E-02    0.0007 .2783E-06 .1998E-0
  228         0.88  0.011  0.247  0.2635    0.0000 .0000E+00 .0000E+00    0.1374 .3886E-02 .9418E-03    0.0007 .2928E-06 .2561E-0
  229         0.20  0.000  0.249  0.2554    0.0000 .0000E+00 .0000E+00    0.1249 .3531E-02 .8756E-03    0.0007 .3110E-06 .2102E-0
  230         1.21  0.164  0.220  0.3919    0.1800 .0000E+00 .7031E-02    0.1204 .3405E-02 .8516E-03    0.0007 .3105E-06 .2100E-0
  231         0.00  0.000  0.228  0.3487    2.3731 .0000E+00 .3178E-01    0.1522 .4304E-02 .1017E-02    0.0006 .2576E-06 .1913E-0
  232         0.00  0.000  0.233  0.3047    2.2375 .0000E+00 .3148E-01    0.2207 .6240E-02 .1351E-02    0.0005 .1727E-06 .1567E-0
  233         0.00  0.000  0.250  0.2578    1.8446 .0000E+00 .3061E-01    0.2819 .7972E-02 .1630E-02    0.0004 .1169E-06 .1290E-0
  234         0.00  0.000  0.240  0.2130    1.3296 .0000E+00 .2947E-01    0.3354 .9485E-02 .1861E-02    0.0004 .8030E-07 .1070E-0
  235         0.00  0.000  0.243  0.1678    0.6802 .0000E+00 .2804E-01    0.3812 .1078E-01 .2053E-02    0.0003 .5656E-07 .8985E-0
  236         0.00  0.000  0.197  0.1350    0.0551 .0000E+00 .0000E+00    0.3929 .1111E-01 .2101E-02    0.0003 .5364E-07 .8751E-0
  237         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3585 .1014E-01 .1959E-02    0.0002 .3791E-07 .7780E-0
  238         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3270 .9247E-02 .1826E-02    0.0004 .9067E-07 .1152E-0
  239         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2982 .8433E-02 .1702E-02    0.0004 .1143E-06 .1291E-0
  240         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2719 .7688E-02 .1585E-02    0.0005 .1381E-06 .1416E-0
  241         0.29  0.000  0.098  0.1670    0.0000 .0000E+00 .0000E+00    0.2478 .7006E-02 .1477E-02    0.0005 .1613E-06 .1917E-0
  242         0.00  0.000  0.088  0.1524    0.0000 .0000E+00 .0000E+00    0.2257 .6382E-02 .1375E-02    0.0005 .1921E-06 .1653E-0
  243         0.00  0.000  0.080  0.1390    0.0000 .0000E+00 .0000E+00    0.2055 .5812E-02 .1280E-02    0.0006 .2129E-06 .1740E-0
  244         0.00  0.000  0.019  0.1358    0.0000 .0000E+00 .0000E+00    0.1871 .5290E-02 .1192E-02    0.0006 .2323E-06 .1817E-0
  245         0.00  0.000  0.004  0.1351    0.0000 .0000E+00 .0000E+00    0.1702 .4814E-02 .1109E-02    0.0003 .1250E-06 .1415E-0
  246         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1549 .4379E-02 .1032E-02    0.0006 .2589E-06 .2414E-0
  247         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1408 .3981E-02 .9594E-03    0.0007 .2806E-06 .1996E-0
  248         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1280 .3618E-02 .8919E-03    0.0003 .1467E-06 .1533E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1162 .3287E-02 .8289E-03    0.0007 .2995E-06 .2070E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1055 .2984E-02 .7702E-03    0.0007 .3086E-06 .2629E-0
  251         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0958 .2709E-02 .7153E-03    0.0007 .3222E-06 .2139E-0
  252         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0869 .2457E-02 .6642E-03    0.0007 .3288E-06 .2161E-0
  253         0.07  0.000  0.030  0.1417    0.0000 .0000E+00 .0000E+00    0.0788 .2228E-02 .6164E-03    0.0007 .3341E-06 .2178E-0
  254         0.00  0.000  0.027  0.1373    0.0000 .0000E+00 .0000E+00    0.0714 .2019E-02 .5719E-03    0.0007 .3382E-06 .2191E-0
  255         0.00  0.000  0.010  0.1357    0.0000 .0000E+00 .0000E+00    0.0647 .1829E-02 .5304E-03    0.0007 .3412E-06 .2201E-0
  256         0.08  0.000  0.033  0.1435    0.0000 .0000E+00 .0000E+00    0.0586 .1656E-02 .4917E-03    0.0007 .3431E-06 .2207E-0
  257         0.00  0.000  0.030  0.1385    0.0000 .0000E+00 .0000E+00    0.0530 .1498E-02 .4557E-03    0.0007 .3440E-06 .2210E-0
  258         0.08  0.000  0.040  0.1452    0.0000 .0000E+00 .0000E+00    0.0479 .1355E-02 .4221E-03    0.0007 .3441E-06 .2210E-0
  259         0.20  0.000  0.048  0.1705    0.0000 .0000E+00 .0000E+00    0.0433 .1224E-02 .3908E-03    0.0004 .1717E-06 .1659E-0
  260         0.63  0.000  0.055  0.2663    0.0000 .0000E+00 .0000E+00    0.0391 .1106E-02 .3617E-03    0.0007 .3412E-06 .2204E-0
  261         1.28  0.201  0.156  0.4177    0.4321 .0000E+00 .1422E-01    0.0494 .1397E-02 .4308E-03    0.0007 .3214E-06 .2127E-0
  262         0.06  0.000  0.131  0.4001    3.6096 .0000E+00 .3451E-01    0.1017 .2876E-02 .7453E-03    0.0006 .2514E-06 .1847E-0
  263         0.41  0.000  0.114  0.4436    3.6236 .0000E+00 .3454E-01    0.1820 .5147E-02 .1166E-02    0.0005 .1579E-06 .1439E-0
  264         0.14  0.000  0.131  0.4391    4.3301 .0000E+00 .3611E-01    0.2570 .7266E-02 .1518E-02    0.0004 .8810E-07 .1070E-0



  265         0.00  0.000  0.135  0.4108    4.0349 .0000E+00 .3545E-01    0.3274 .9257E-02 .1827E-02    0.0003 .4564E-07 .7623E-0
  266         0.00  0.000  0.122  0.3846    3.6548 .0000E+00 .3461E-01    0.3899 .1103E-01 .2089E-02    0.0002 .2112E-07 .5114E-0
  267         0.00  0.000  0.118  0.3593    3.3141 .0000E+00 .3386E-01    0.4451 .1259E-01 .2312E-02    0.0001 .8223E-08 .3797E-0
  268         0.00  0.000  0.119  0.3339    2.9835 .0000E+00 .3313E-01    0.4937 .1396E-01 .2503E-02    0.0000 .8693E-09 .1135E-0
  269         0.00  0.000  0.140  0.3050    2.7128 .0000E+00 .3253E-01    0.5365 .1517E-01 .2668E-02    0.0000 .7228E-12 .4344E-0
  270         0.00  0.000  0.115  0.2807    2.3294 .0000E+00 .3168E-01    0.5739 .1623E-01 .2810E-02    0.0000 .0000E+00 .0000E+0
  271         0.00  0.000  0.105  0.2580    1.8981 .0000E+00 .3073E-01    0.6059 .1713E-01 .2929E-02    0.0000 .0000E+00 .0000E+0
  272         0.00  0.000  0.109  0.2348    1.6342 .0000E+00 .3015E-01    0.6331 .1790E-01 .3030E-02    0.0000 .0000E+00 .0000E+0
  273         0.00  0.000  0.093  0.2144    1.1751 .0000E+00 .2913E-01    0.6560 .1855E-01 .3114E-02    0.0000 .0000E+00 .0000E+0
  274         0.00  0.000  0.079  0.1966    0.8736 .0000E+00 .2846E-01    0.6748 .1908E-01 .3182E-02    0.0000 .0000E+00 .0000E+0
  275         0.42  0.000  0.091  0.2468    0.7322 .0000E+00 .2815E-01    0.6906 .1953E-01 .3240E-02    0.0000 .0000E+00 .0000E+0
  276         0.07  0.000  0.075  0.2412    0.5942 .0000E+00 .2785E-01    0.7043 .1992E-01 .3289E-02    0.0000 .0000E+00 .0000E+0
  277         0.00  0.000  0.061  0.2264    0.4460 .0000E+00 .2752E-01    0.7161 .2025E-01 .3331E-02    0.0000 .0000E+00 .0000E+0
  278         0.00  0.000  0.075  0.2094    0.2717 .0000E+00 .2713E-01    0.7260 .2053E-01 .3366E-02    0.0000 .0000E+00 .0000E+0
  279         0.00  0.000  0.068  0.1936    0.1006 .0000E+00 .2675E-01    0.7340 .2075E-01 .3395E-02    0.0000 .0000E+00 .0000E+0
  280         0.00  0.000  0.070  0.1820    0.0016 .0000E+00 .0000E+00    0.7142 .2019E-01 .3324E-02    0.0000 .3315E-09 .7091E-0
  281         0.00  0.000  0.076  0.1693    0.0000 .0000E+00 .0000E+00    0.6530 .1846E-01 .3103E-02    0.0001 .4530E-08 .2662E-0
  282         0.00  0.000  0.063  0.1587    0.0000 .0000E+00 .0000E+00    0.5969 .1688E-01 .2896E-02    0.0002 .2060E-07 .5644E-0
  283         1.09  0.045  0.079  0.3197    0.0000 .0000E+00 .0000E+00    0.5454 .1542E-01 .2702E-02    0.0003 .4390E-07 .1036E-0
  284         0.00  0.000  0.070  0.3046    0.5517 .0000E+00 .2112E-01    0.5192 .1468E-01 .2602E-02    0.0003 .7217E-07 .1016E-0
  285         0.00  0.000  0.087  0.2853    0.8603 .0000E+00 .2843E-01    0.5365 .1517E-01 .2668E-02    0.0003 .6856E-07 .9901E-0
  286         0.00  0.000  0.081  0.2671    0.7398 .0000E+00 .2817E-01    0.5638 .1594E-01 .2772E-02    0.0003 .6051E-07 .9306E-0
  287         0.00  0.000  0.070  0.2508    0.5993 .0000E+00 .2786E-01    0.5881 .1663E-01 .2863E-02    0.0003 .5502E-07 .8877E-0
  288         0.00  0.000  0.064  0.2355    0.4614 .0000E+00 .2755E-01    0.6096 .1724E-01 .2943E-02    0.0003 .5158E-07 .8598E-0
  289         0.00  0.000  0.052  0.2222    0.3262 .0000E+00 .2725E-01    0.6285 .1777E-01 .3013E-02    0.0001 .2490E-07 .6286E-0
  290         0.00  0.000  0.063  0.2072    0.1928 .0000E+00 .2696E-01    0.6450 .1824E-01 .3074E-02    0.0003 .5040E-07 .8428E-0
  291         0.00  0.000  0.064  0.1928    0.0597 .0000E+00 .2170E-01    0.6545 .1851E-01 .3108E-02    0.0003 .5310E-07 .1083E-0
  292         0.00  0.000  0.061  0.1826    0.0000 .0000E+00 .0000E+00    0.6331 .1790E-01 .3030E-02    0.0003 .7029E-07 .1003E-0
  293         0.00  0.000  0.055  0.1735    0.0000 .0000E+00 .0000E+00    0.5787 .1636E-01 .2827E-02    0.0002 .5511E-07 .9371E-0
  294         0.16  0.000  0.063  0.1897    0.0000 .0000E+00 .0000E+00    0.5287 .1495E-01 .2638E-02    0.0005 .1382E-06 .1426E-0
  295         0.00  0.000  0.052  0.1809    0.0000 .0000E+00 .0000E+00    0.4829 .1366E-01 .2461E-02    0.0005 .1830E-06 .1636E-0
  296         0.00  0.000  0.067  0.1697    0.0000 .0000E+00 .0000E+00    0.4410 .1247E-01 .2295E-02    0.0006 .2284E-06 .1823E-0
  297         0.00  0.000  0.058  0.1601    0.0000 .0000E+00 .0000E+00    0.4026 .1138E-01 .2141E-02    0.0006 .2732E-06 .2498E-0
  298         0.00  0.000  0.071  0.1482    0.0000 .0000E+00 .0000E+00    0.3674 .1039E-01 .1996E-02    0.0007 .3323E-06 .2174E-0
  299         0.00  0.000  0.067  0.1370    0.0000 .0000E+00 .0000E+00    0.3352 .9478E-02 .1860E-02    0.0008 .3723E-06 .2300E-0
  300         0.00  0.000  0.012  0.1350    0.0000 .0000E+00 .0000E+00    0.3057 .8644E-02 .1734E-02    0.0008 .4092E-06 .2411E-0
  301         0.13  0.000  0.046  0.1491    0.0000 .0000E+00 .0000E+00    0.2787 .7880E-02 .1616E-02    0.0008 .4428E-06 .2508E-0
  302         0.00  0.000  0.035  0.1432    0.0000 .0000E+00 .0000E+00    0.2540 .7182E-02 .1505E-02    0.0009 .4727E-06 .2591E-0
  303         0.00  0.000  0.038  0.1368    0.0000 .0000E+00 .0000E+00    0.2314 .6543E-02 .1402E-02    0.0004 .2512E-06 .2000E-0
  304         0.00  0.000  0.009  0.1353    0.0000 .0000E+00 .0000E+00    0.2108 .5959E-02 .1305E-02    0.0009 .5118E-06 .2708E-0
  305         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.1919 .5425E-02 .1215E-02    0.0009 .5323E-06 .2760E-0
  306         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1746 .4937E-02 .1130E-02    0.0009 .5494E-06 .2803E-0
  307         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1588 .4491E-02 .1052E-02    0.0009 .5635E-06 .2838E-0
  308         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1444 .4084E-02 .9782E-03    0.0009 .5746E-06 .2865E-0
  309         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1313 .3712E-02 .9095E-03    0.0009 .5830E-06 .2885E-0
  310         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1193 .3372E-02 .8454E-03    0.0010 .5888E-06 .2899E-0
  311         0.67  0.000  0.043  0.2394    0.0000 .0000E+00 .0000E+00    0.1083 .3062E-02 .7855E-03    0.0010 .5924E-06 .2907E-0
  312         0.00  0.000  0.037  0.2332    0.0000 .0000E+00 .0000E+00    0.0983 .2780E-02 .7296E-03    0.0010 .5940E-06 .2910E-0
  313         0.00  0.000  0.038  0.2269    0.0000 .0000E+00 .0000E+00    0.0892 .2522E-02 .6775E-03    0.0010 .5936E-06 .2909E-0
  314         0.00  0.000  0.038  0.2205    0.0000 .0000E+00 .0000E+00    0.0809 .2287E-02 .6289E-03    0.0010 .5916E-06 .2903E-0
  315         0.00  0.000  0.034  0.2149    0.0000 .0000E+00 .0000E+00    0.0733 .2073E-02 .5835E-03    0.0010 .5882E-06 .2895E-0
  316  *      0.00  0.000  0.032  0.2096    0.0000 .0000E+00 .0000E+00    0.0664 .1878E-02 .5412E-03    0.0009 .5807E-06 .3597E-0
  317         0.00  0.000  0.037  0.2033    0.0000 .0000E+00 .0000E+00    0.0601 .1700E-02 .5018E-03    0.0009 .5780E-06 .2864E-0
  318  *      0.00  0.000  0.030  0.1983    0.0000 .0000E+00 .0000E+00    0.0544 .1539E-02 .4651E-03    0.0009 .5708E-06 .2846E-0
  319  *      0.28  0.000  0.035  0.2016    0.0000 .0000E+00 .0000E+00    0.0492 .1392E-02 .4309E-03    0.0009 .5628E-06 .2826E-0
  320         0.97  0.073  0.000  0.3885    0.0000 .0000E+00 .0000E+00    0.0445 .1258E-02 .3990E-03    0.0009 .5541E-06 .2804E-0
  321         0.00  0.000  0.056  0.3739    2.3437 .0000E+00 .3171E-01    0.0717 .2026E-02 .5684E-03    0.0009 .4711E-06 .2586E-0
  322         0.01  0.000  0.052  0.3614    2.7994 .0000E+00 .3272E-01    0.1483 .4193E-02 .9964E-03    0.0007 .3175E-06 .2124E-0
  323         0.17  0.000  0.062  0.3741    2.6513 .0000E+00 .3239E-01    0.2195 .6207E-02 .1346E-02    0.0006 .2174E-06 .1758E-0
  324         0.00  0.000  0.053  0.3599    2.4635 .0000E+00 .3198E-01    0.2837 .8022E-02 .1637E-02    0.0005 .1505E-06 .1463E-0
  325         0.00  0.000  0.050  0.3463    2.2742 .0000E+00 .3156E-01    0.3414 .9652E-02 .1886E-02    0.0004 .1051E-06 .1224E-0
  326         0.85  0.037  0.070  0.4646    2.6969 .0000E+00 .3249E-01    0.3944 .1115E-01 .2107E-02    0.0002 .3619E-07 .7644E-0
  327         0.58  0.255  0.068  0.5010    5.5384 .0000E+00 .3878E-01    0.4507 .1274E-01 .2334E-02    0.0003 .5711E-07 .8724E-0
  328         0.00  0.000  0.051  0.4860    5.8454 .0000E+00 .3946E-01    0.5130 .1451E-01 .2578E-02    0.0002 .3444E-07 .6686E-0
  329         0.00  0.000  0.050  0.4713    5.4494 .0000E+00 .3858E-01    0.5704 .1613E-01 .2796E-02    0.0002 .1879E-07 .4894E-0
  330         0.00  0.000  0.036  0.4590    5.0847 .0000E+00 .3777E-01    0.6207 .1755E-01 .2984E-02    0.0001 .9695E-08 .4335E-0
  331         0.00  0.000  0.034  0.4472    4.7967 .0000E+00 .3714E-01    0.6650 .1880E-01 .3146E-02    0.0001 .3256E-08 .2188E-0
  332         0.00  0.000  0.038  0.4348    4.5320 .0000E+00 .3655E-01    0.7039 .1990E-01 .3287E-02    0.0000 .1488E-08 .1490E-0
  333         1.76  1.270  0.054  0.5010    5.2858 .0000E+00 .3822E-01    0.7404 .2093E-01 .3418E-02    0.0000 .1756E-09 .6440E-0
  334         0.00  0.000  0.034  0.4888    5.8743 .0000E+00 .3952E-01    0.7777 .2199E-01 .3550E-02    0.0000 .3697E-09 .5848E-0
  335         0.00  0.000  0.037  0.4762    5.5437 .0000E+00 .3879E-01    0.8134 .2300E-01 .3675E-02    0.0000 .1367E-09 .3674E-0
  336         0.00  0.000  0.042  0.4629    5.2021 .0000E+00 .3803E-01    0.8442 .2387E-01 .3781E-02    0.0000 .8420E-11 .1135E-0
  337         0.00  0.000  0.041  0.4498    4.8770 .0000E+00 .3732E-01    0.8705 .2461E-01 .3872E-02    0.0000 .2227E-10 .1615E-0
  338         0.00  0.000  0.035  0.4380    4.6029 .0000E+00 .3671E-01    0.8929 .2525E-01 .3949E-02    0.0000 .2429E-10 .1684E-0
  339         0.00  0.000  0.033  0.4265    4.3437 .0000E+00 .3614E-01    0.9119 .2578E-01 .4013E-02    0.0000 .4622E-09 .9407E-0
  340         0.06  0.000  0.056  0.4212    4.0825 .0000E+00 .3556E-01    0.9278 .2623E-01 .4067E-02    0.0000 .1139E-08 .1313E-0
  341         0.08  0.000  0.056  0.4194    3.8537 .0000E+00 .3505E-01    0.9410 .2661E-01 .4112E-02    0.0001 .2631E-08 .1986E-0
  342         0.02  0.000  0.050  0.4086    3.6843 .0000E+00 .3468E-01    0.9519 .2692E-01 .4149E-02    0.0000 .2525E-08 .1957E-0
  343         0.00  0.000  0.034  0.3972    3.5791 .0000E+00 .3445E-01    0.9611 .2718E-01 .4180E-02    0.0001 .7893E-08 .3380E-0
  344         1.15  0.445  0.046  0.5010    4.5386 .0000E+00 .3657E-01    0.9712 .2746E-01 .4214E-02    0.0001 .1225E-07 .4201E-0
  345         0.03  0.018  0.048  0.4884    5.8698 .0000E+00 .3951E-01    0.9869 .2791E-01 .4266E-02    0.0002 .1677E-07 .4891E-0
  346         0.33  0.167  0.048  0.5010    5.8419 .0000E+00 .3945E-01    1.0060 .2844E-01 .4330E-02    0.0002 .2110E-07 .5475E-0
  347         0.00  0.000  0.038  0.4881    5.8672 .0000E+00 .3950E-01    1.0234 .2894E-01 .4387E-02    0.0002 .2612E-07 .6100E-0
  348         0.00  0.000  0.045  0.4741    5.5123 .0000E+00 .3872E-01    1.0387 .2937E-01 .4438E-02    0.0002 .3253E-07 .6816E-0
  349         0.00  0.000  0.039  0.4613    5.1541 .0000E+00 .3793E-01    1.0507 .2971E-01 .4478E-02    0.0003 .4084E-07 .7650E-0
  350         0.00  0.000  0.039  0.4487    4.8395 .0000E+00 .3723E-01    1.0598 .2996E-01 .4508E-02    0.0003 .5144E-07 .8594E-0
  351         0.00  0.000  0.031  0.4373    4.5722 .0000E+00 .3664E-01    1.0664 .3015E-01 .4529E-02    0.0003 .6446E-07 .9625E-0
  352         0.00  0.000  0.034  0.4256    4.3171 .0000E+00 .3608E-01    1.0709 .3028E-01 .4544E-02    0.0003 .7995E-07 .1072E-0
  353  *      0.00  0.000  0.028  0.4149    4.0656 .0000E+00 .3552E-01    1.0736 .3036E-01 .4553E-02    0.0004 .9797E-07 .1187E-0
  354         1.79  1.182  0.054  0.5010    5.0480 .0000E+00 .3769E-01    1.0774 .3046E-01 .4565E-02    0.0004 .1176E-06 .1299E-0
  355         0.00  0.000  0.039  0.4880    5.8656 .0000E+00 .3950E-01    1.0861 .3071E-01 .4594E-02    0.0005 .1364E-06 .1397E-0
  356         0.00  0.000  0.038  0.4752    5.5203 .0000E+00 .3874E-01    1.0963 .3100E-01 .4627E-02    0.0005 .1548E-06 .1487E-0
  357         0.00  0.000  0.038  0.4626    5.1833 .0000E+00 .3799E-01    1.1036 .3121E-01 .4651E-02    0.0005 .1752E-06 .1583E-0
  358         0.01  0.000  0.043  0.4508    4.9269 .0000E+00 .3743E-01    1.1086 .3135E-01 .4668E-02    0.0006 .1985E-06 .2125E-0
  359  *      0.37  0.000  0.035  0.4479    4.7568 .0000E+00 .3705E-01    1.1119 .3144E-01 .4678E-02    0.0006 .2310E-06 .1820E-0
  360         0.07  0.000  0.000  0.4957    4.9832 .0000E+00 .3755E-01    1.1148 .3152E-01 .4688E-02    0.0006 .2591E-06 .1927E-0



  361  *      0.04  0.000  0.034  0.4925    5.8281 .0000E+00 .3942E-01    1.1202 .3167E-01 .4705E-02    0.0003 .1390E-06 .1508E-0
  362  *      0.00  0.000  0.034  0.4880    5.7331 .0000E+00 .3921E-01    1.1279 .3189E-01 .4730E-02    0.0007 .3062E-06 .2091E-0
  363  *      0.00  0.000  0.028  0.4770    5.5436 .0000E+00 .3879E-01    1.1342 .3207E-01 .4751E-02    0.0007 .3332E-06 .2181E-0
  364         0.14  0.000  0.054  0.4849    5.4030 .0000E+00 .3848E-01    1.1390 .3221E-01 .4767E-02    0.0007 .3625E-06 .2275E-0
  365         0.71  0.513  0.061  0.5010    5.8533 .0000E+00 .3947E-01    1.1439 .3235E-01 .4782E-02    0.0008 .3929E-06 .2369E-0
  366         0.00  0.000  0.046  0.4868    5.8535 .0000E+00 .3947E-01    1.1500 .3252E-01 .4802E-02    0.0008 .4229E-06 .2457E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   20
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    4.06    4.17    0.92    3.38    6.39    2.68
                                  5.38    3.80    2.95    1.87    5.29    4.80
 
 RUNOFF                           3.027   3.189   1.773   0.003   1.137   0.001
                                  0.556   0.187   0.201   0.045   1.636   2.326
 
 EVAPOTRANSPIRATION               0.339   0.628   0.629   3.870   4.971   2.645
                                  4.474   3.449   1.945   1.848   1.069   1.245
 
 PERCOLATION/LEAKAGE THROUGH      0.3362  0.0848  0.1001  0.6619  0.8081  0.0250
   LAYER  2                       0.3606  0.1584  0.4391  0.3464  0.5377  1.1659
 
 LATERAL DRAINAGE COLLECTED       0.5347  0.1198  0.0406  0.5185  0.6437  0.1685
   FROM LAYER  3                  0.1509  0.2383  0.2087  0.4543  0.2479  0.9094
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0891  0.0284  0.0124  0.0879  0.1046  0.0359
   LAYER  4                       0.0296  0.0485  0.0411  0.0797  0.0470  0.1374
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1222  0.0970  0.0741  0.0106  0.0432  0.1068
   LAYER  7                       0.0607  0.0449  0.0417  0.0380  0.0567  0.0331
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.349   0.001   0.268   1.679   2.693   0.001
   TOP OF LAYER  2                0.908   0.281   1.220   0.192   2.106   5.010
 
 STD. DEVIATION OF DAILY          1.079   0.003   1.043   1.345   2.023   0.006
   HEAD ON TOP OF LAYER  2        1.345   0.680   1.566   0.280   2.370   0.709
 
 AVERAGE DAILY HEAD ON            0.610   0.146   0.046   0.611   0.734   0.199
   TOP OF LAYER  4                0.172   0.272   0.246   0.518   0.292   1.038
 
 STD. DEVIATION OF DAILY          0.314   0.040   0.028   0.170   0.192   0.134
   HEAD ON TOP OF LAYER  4        0.221   0.102   0.222   0.170   0.260   0.089
 
 AVERAGE DAILY HEAD ON            0.001   0.001   0.001   0.000   0.000   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.001   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   20
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           45.69         414636.781    100.00
 
   RUNOFF                                  14.081        127785.586     30.82
 
   EVAPOTRANSPIRATION                      27.112        246043.266     59.34
 
   PERC./LEAKAGE THROUGH LAYER  2           5.024023      45593.004     11.00
 
   AVG. HEAD ON TOP OF LAYER  2             1.2257
 
   DRAINAGE COLLECTED FROM LAYER  3         4.2354        38436.590      9.27
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.741792       6731.761      1.62
 



   AVG. HEAD ON TOP OF LAYER  4             0.4071
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.273      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.728885       6614.634      1.60
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                 -0.468         -4244.534     -1.02
 
   SOIL WATER AT START OF YEAR            285.858       2594158.750
 
   SOIL WATER AT END OF YEAR              285.892       2594466.250
 
   SNOW WATER AT START OF YEAR              0.502          4551.946      1.10
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.044      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   21
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.00  0.000  0.055  0.4712    5.4622 .0000E+00 .3861E-01    1.1548 .3265E-01 .4818E-02    0.0008 .4540E-06 .2546E-0
    2         0.04  0.000  0.065  0.4608    5.0891 .0000E+00 .3778E-01    1.1569 .3271E-01 .4824E-02    0.0009 .4878E-06 .2639E-0
    3         0.25  0.001  0.058  0.4864    5.0972 .0000E+00 .3780E-01    1.1576 .3273E-01 .4827E-02    0.0009 .5241E-06 .2736E-0
    4         0.41  0.229  0.054  0.5010    5.8449 .0000E+00 .3946E-01    1.1599 .3280E-01 .4834E-02    0.0009 .5599E-06 .2827E-0
    5         0.69  0.679  0.051  0.4876    5.8621 .0000E+00 .3949E-01    1.1647 .3293E-01 .4849E-02    0.0010 .5928E-06 .2908E-0
    6         0.00  0.000  0.041  0.4743    5.5058 .0000E+00 .3871E-01    1.1683 .3304E-01 .4861E-02    0.0010 .6255E-06 .2987E-0
    7         0.00  0.000  0.045  0.4605    5.1491 .0000E+00 .3792E-01    1.1697 .3307E-01 .4866E-02    0.0010 .6607E-06 .3851E-0
    8         0.00  0.000  0.044  0.4469    4.8177 .0000E+00 .3718E-01    1.1689 .3305E-01 .4863E-02    0.0010 .7083E-06 .3179E-0
    9         0.00  0.000  0.040  0.4342    4.5331 .0000E+00 .3655E-01    1.1664 .3298E-01 .4855E-02    0.0011 .7490E-06 .3269E-0
   10         0.00  0.000  0.040  0.4215    4.2587 .0000E+00 .3595E-01    1.1624 .3287E-01 .4842E-02    0.0011 .7909E-06 .3358E-0
   11         0.00  0.000  0.044  0.4083    3.9853 .0000E+00 .3534E-01    1.1572 .3272E-01 .4825E-02    0.0011 .8337E-06 .3448E-0
   12         0.27  0.000  0.050  0.4391    3.8169 .0000E+00 .3497E-01    1.1511 .3255E-01 .4806E-02    0.0006 .4343E-06 .2645E-0
   13         0.00  0.000  0.041  0.4263    4.2517 .0000E+00 .3593E-01    1.1459 .3240E-01 .4789E-02    0.0012 .9059E-06 .3595E-0
   14  *      0.00  0.000  0.039  0.4139    4.0038 .0000E+00 .3538E-01    1.1421 .3229E-01 .4776E-02    0.0012 .9435E-06 .3668E-0
   15         0.00  0.000  0.052  0.3994    3.7668 .0000E+00 .3486E-01    1.1372 .3215E-01 .4760E-02    0.0012 .9801E-06 .3739E-0
   16         0.00  0.000  0.050  0.3852    3.5291 .0000E+00 .3433E-01    1.1313 .3199E-01 .4741E-02    0.0013 .1017E-05 .4769E-0
   17         0.02  0.000  0.059  0.3732    3.2958 .0000E+00 .3382E-01    1.1245 .3180E-01 .4719E-02    0.0013 .1064E-05 .3893E-0
   18         0.02  0.000  0.053  0.3621    3.0682 .0000E+00 .3332E-01    1.1170 .3158E-01 .4695E-02    0.0007 .5475E-06 .2965E-0
   19         0.00  0.000  0.049  0.3484    2.9154 .0000E+00 .3298E-01    1.1090 .3136E-01 .4669E-02    0.0013 .1125E-05 .4006E-0
   20  *      0.00  0.000  0.041  0.3361    2.7783 .0000E+00 .3267E-01    1.1007 .3112E-01 .4642E-02    0.0013 .1159E-05 .4066E-0
   21  *      0.00  0.000  0.042  0.3238    2.5946 .0000E+00 .3227E-01    1.0923 .3088E-01 .4614E-02    0.0014 .1192E-05 .5159E-0
   22  *      0.00  0.000  0.039  0.3119    2.4131 .0000E+00 .3187E-01    1.0835 .3064E-01 .4585E-02    0.0014 .1232E-05 .4188E-0
   23  *      0.00  0.000  0.034  0.3010    2.2363 .0000E+00 .3148E-01    1.0743 .3038E-01 .4556E-02    0.0007 .6308E-06 .3176E-0
   24  *      0.00  0.000  0.036  0.2899    2.0465 .0000E+00 .3106E-01    1.0649 .3011E-01 .4525E-02    0.0014 .1280E-05 .4272E-0
   25  *      0.00  0.000  0.039  0.2783    1.8968 .0000E+00 .3073E-01    1.0553 .2984E-01 .4493E-02    0.0014 .1306E-05 .4315E-0
   26         0.00  0.000  0.047  0.2654    1.7388 .0000E+00 .3038E-01    1.0455 .2956E-01 .4461E-02    0.0014 .1331E-05 .4355E-0
   27  *      0.63  0.000  0.038  0.2637    1.5876 .0000E+00 .3004E-01    1.0357 .2929E-01 .4428E-02    0.0014 .1354E-05 .4391E-0
   28  *      0.00  0.000  0.040  0.2620    1.4497 .0000E+00 .2974E-01    1.0259 .2901E-01 .4396E-02    0.0015 .1374E-05 .4425E-0
   29  *      0.00  0.000  0.040  0.2604    1.3132 .0000E+00 .2944E-01    1.0160 .2873E-01 .4363E-02    0.0015 .1393E-05 .4454E-0
   30  *      0.00  0.000  0.038  0.2588    1.1780 .0000E+00 .2914E-01    1.0062 .2845E-01 .4330E-02    0.0015 .1410E-05 .4481E-0
   31  *      0.00  0.000  0.032  0.2573    1.0155 .0000E+00 .2878E-01    0.9963 .2817E-01 .4298E-02    0.0015 .1425E-05 .4504E-0
   32  *      0.00  0.000  0.029  0.2558    0.9120 .0000E+00 .2855E-01    0.9865 .2789E-01 .4265E-02    0.0015 .1438E-05 .4525E-0
   33  *  *   0.28  0.000  0.028  0.2511    0.7811 .0000E+00 .2826E-01    0.9768 .2762E-01 .4232E-02    0.0015 .1448E-05 .5678E-0
   34  *  *   0.39  0.000  0.000  0.2464    0.6514 .0000E+00 .2797E-01    0.9672 .2735E-01 .4200E-02    0.0015 .1463E-05 .4561E-0
   35  *  *   0.11  0.000  0.000  0.2418    0.5230 .0000E+00 .2769E-01    0.9576 .2708E-01 .4168E-02    0.0015 .1471E-05 .4572E-0
   36  *  *   0.00  0.000  0.034  0.2373    0.3959 .0000E+00 .2741E-01    0.9481 .2681E-01 .4136E-02    0.0015 .1477E-05 .4582E-0
   37     *   0.00  0.000  0.038  0.2404    0.2701 .0000E+00 .2713E-01    0.9386 .2654E-01 .4104E-02    0.0015 .1482E-05 .4589E-0
   38  *  *   0.00  0.000  0.033  0.2360    0.1455 .0000E+00 .2685E-01    0.9292 .2627E-01 .4072E-02    0.0015 .1485E-05 .4594E-0
   39  *  *   0.00  0.000  0.036  0.2335    0.0282 .0000E+00 .1481E-01    0.9081 .2568E-01 .4000E-02    0.0008 .7558E-06 .3479E-0
   40     *   0.00  0.000  0.037  0.2419    0.0000 .0000E+00 .0000E+00    0.8547 .2417E-01 .3817E-02    0.0016 .1568E-05 .4742E-0
   41     *   0.00  0.066  0.010  0.2742    0.0000 .0000E+00 .0000E+00    0.7818 .2211E-01 .3564E-02    0.0016 .1684E-05 .4921E-0
   42  *  *   0.00  0.000  0.037  0.2742    0.0000 .0000E+00 .0000E+00    0.7150 .2022E-01 .3327E-02    0.0017 .1792E-05 .6355E-0
   43     *   0.00  0.000  0.042  0.2742    0.0000 .0000E+00 .0000E+00    0.6537 .1848E-01 .3105E-02    0.0017 .1936E-05 .5240E-0
   44     *   1.17  1.310  0.000  0.3216    0.0000 .0000E+00 .0000E+00    0.5975 .1690E-01 .2898E-02    0.0018 .2004E-05 .5331E-0
   45     *   0.00  0.000  0.000  0.3216    0.0000 .0000E+00 .0000E+00    0.5460 .1544E-01 .2704E-02    0.0018 .2054E-05 .5395E-0
   46     *   0.07  0.007  0.008  0.3308    0.0000 .0000E+00 .0000E+00    0.4988 .1410E-01 .2523E-02    0.0018 .2086E-05 .5438E-0
   47  *  *   0.00  0.000  0.000  0.3308    0.0000 .0000E+00 .0000E+00    0.4555 .1288E-01 .2353E-02    0.0018 .2104E-05 .5460E-0
   48  *  *   0.45  0.000  0.030  0.3308    0.0000 .0000E+00 .0000E+00    0.4159 .1176E-01 .2195E-02    0.0009 .1054E-05 .4114E-0



   49  *  *   0.00  0.000  0.030  0.3308    0.0000 .0000E+00 .0000E+00    0.3796 .1073E-01 .2046E-02    0.0018 .2089E-05 .5459E-0
   50  *  *   0.00  0.000  0.029  0.3308    0.0000 .0000E+00 .0000E+00    0.3463 .9793E-02 .1908E-02    0.0018 .2075E-05 .5440E-0
   51  *  *   0.00  0.000  0.027  0.3308    0.0000 .0000E+00 .0000E+00    0.3159 .8932E-02 .1778E-02    0.0018 .2053E-05 .5409E-0
   52  *  *   0.00  0.000  0.034  0.3308    0.0000 .0000E+00 .0000E+00    0.2880 .8145E-02 .1657E-02    0.0018 .2024E-05 .5370E-0
   53     *   0.00  0.000  0.042  0.3308    0.0000 .0000E+00 .0000E+00    0.2626 .7424E-02 .1544E-02    0.0018 .1989E-05 .5322E-0
   54  *  *   0.00  0.000  0.039  0.3308    0.0000 .0000E+00 .0000E+00    0.2392 .6764E-02 .1438E-02    0.0017 .1949E-05 .5267E-0
   55  *  *   0.57  0.000  0.042  0.3308    0.0000 .0000E+00 .0000E+00    0.2179 .6161E-02 .1339E-02    0.0017 .1905E-05 .5207E-0
   56     *   0.00  0.001  0.042  0.3309    0.0000 .0000E+00 .0000E+00    0.1984 .5610E-02 .1246E-02    0.0017 .1858E-05 .5142E-0
   57     *   0.00  0.555  0.000  0.3556    0.0000 .0000E+00 .0000E+00    0.1806 .5106E-02 .1160E-02    0.0017 .1809E-05 .5073E-0
   58     *   0.06  0.008  0.007  0.3632    0.0000 .0000E+00 .0000E+00    0.1643 .4645E-02 .1079E-02    0.0016 .1759E-05 .5002E-0
   59     *   0.00  0.000  0.000  0.3632    0.0000 .0000E+00 .0000E+00    0.1494 .4225E-02 .1004E-02    0.0016 .1707E-05 .4928E-0
   60     *   0.00  0.000  0.000  0.3632    0.0000 .0000E+00 .0000E+00    0.1358 .3840E-02 .9334E-03    0.0016 .1656E-05 .4852E-0
   61     *   0.00  0.000  0.000  0.3632    0.0000 .0000E+00 .0000E+00    0.1234 .3490E-02 .8677E-03    0.0016 .1604E-05 .4775E-0
   62     *   0.07  0.015  0.007  0.3712    0.0000 .0000E+00 .0000E+00    0.1121 .3170E-02 .8064E-03    0.0016 .1552E-05 .4697E-0
   63     *   0.03  0.001  0.007  0.3749    0.0000 .0000E+00 .0000E+00    0.1018 .2877E-02 .7491E-03    0.0015 .1501E-05 .4618E-0
   64     *   0.00  0.000  0.000  0.3749    0.0000 .0000E+00 .0000E+00    0.0923 .2611E-02 .6957E-03    0.0015 .1450E-05 .4540E-0
   65     *   0.72  0.621  0.007  0.3903    0.0000 .0000E+00 .0000E+00    0.0838 .2368E-02 .6458E-03    0.0015 .1401E-05 .4461E-0
   66     *   0.16  0.098  0.007  0.3995    0.0000 .0000E+00 .0000E+00    0.0759 .2147E-02 .5993E-03    0.0014 .1352E-05 .4383E-0
   67     *   0.17  0.114  0.007  0.4077    0.0000 .0000E+00 .0000E+00    0.0688 .1945E-02 .5560E-03    0.0014 .1305E-05 .4305E-0
   68         0.00  0.000  0.084  0.3896    2.0596 .0000E+00 .2445E-01    0.0866 .2448E-02 .6602E-03    0.0014 .1207E-05 .4123E-0
   69         0.16  0.000  0.069  0.3990    3.4802 .0000E+00 .3423E-01    0.1517 .4290E-02 .1014E-02    0.0013 .1007E-05 .3732E-0
   70         0.89  0.168  0.074  0.5010    4.2181 .0000E+00 .3586E-01    0.2285 .6462E-02 .1387E-02    0.0011 .7830E-06 .4081E-0
   71         0.00  0.000  0.092  0.4792    5.7753 .0000E+00 .3930E-01    0.3048 .8618E-02 .1729E-02    0.0009 .5510E-06 .2797E-0
   72         0.00  0.000  0.084  0.4588    5.2143 .0000E+00 .3806E-01    0.3789 .1071E-01 .2043E-02    0.0008 .4263E-06 .2462E-0
   73  *      0.00  0.000  0.083  0.4388    4.7525 .0000E+00 .3704E-01    0.4437 .1255E-01 .2306E-02    0.0004 .1692E-06 .1645E-0
   74         0.00  0.000  0.088  0.4181    4.3561 .0000E+00 .3616E-01    0.5006 .1415E-01 .2530E-02    0.0007 .2986E-06 .2033E-0
   75         0.00  0.000  0.142  0.3885    3.9319 .0000E+00 .3523E-01    0.5503 .1556E-01 .2721E-02    0.0006 .2474E-06 .1853E-0
   76         0.49  0.001  0.107  0.4465    3.7167 .0000E+00 .3475E-01    0.5940 .1679E-01 .2885E-02    0.0006 .2105E-06 .1712E-0
   77         0.04  0.000  0.088  0.4324    4.3728 .0000E+00 .3620E-01    0.6346 .1794E-01 .3035E-02    0.0005 .1841E-06 .1993E-0
   78         0.00  0.000  0.121  0.4064    4.0195 .0000E+00 .3542E-01    0.6735 .1904E-01 .3177E-02    0.0005 .1525E-06 .1476E-0
   79         0.00  0.000  0.142  0.3769    3.6366 .0000E+00 .3457E-01    0.7070 .1999E-01 .3298E-02    0.0005 .1392E-06 .1411E-0
   80         0.00  0.000  0.120  0.3512    3.2761 .0000E+00 .3378E-01    0.7356 .2080E-01 .3400E-02    0.0004 .1312E-06 .1370E-0
   81         0.00  0.000  0.103  0.3285    2.9342 .0000E+00 .3302E-01    0.7597 .2148E-01 .3486E-02    0.0004 .1273E-06 .1350E-0
   82         0.14  0.000  0.096  0.3304    2.6884 .0000E+00 .3248E-01    0.7802 .2206E-01 .3558E-02    0.0004 .1269E-06 .1348E-0
   83         0.00  0.000  0.113  0.3062    2.4589 .0000E+00 .3197E-01    0.7975 .2255E-01 .3619E-02    0.0002 .6277E-07 .1013E-0
   84         0.01  0.000  0.095  0.2869    2.2479 .0000E+00 .3150E-01    0.8121 .2296E-01 .3670E-02    0.0005 .1336E-06 .1377E-0
   85         1.73  0.310  0.120  0.4982    2.5629 .0000E+00 .3220E-01    0.8255 .2334E-01 .3717E-02    0.0005 .1391E-06 .1405E-0
   86         0.00  0.000  0.164  0.4644    5.5831 .0000E+00 .3888E-01    0.8455 .2391E-01 .3786E-02    0.0005 .1425E-06 .1783E-0
   87         0.00  0.000  0.102  0.4412    4.8414 .0000E+00 .3724E-01    0.8730 .2468E-01 .3881E-02    0.0005 .1389E-06 .1411E-0
   88         0.00  0.000  0.086  0.4207    4.4039 .0000E+00 .3627E-01    0.8946 .2530E-01 .3955E-02    0.0005 .1414E-06 .1423E-0
   89         0.24  0.000  0.095  0.4390    4.0367 .0000E+00 .3546E-01    0.9121 .2579E-01 .4014E-02    0.0005 .1474E-06 .1454E-0
   90         0.11  0.000  0.116  0.4320    4.2439 .0000E+00 .3592E-01    0.9273 .2622E-01 .4065E-02    0.0005 .1557E-06 .1494E-0
   91         0.00  0.000  0.134  0.4038    3.8989 .0000E+00 .3515E-01    0.9412 .2661E-01 .4112E-02    0.0005 .1655E-06 .1540E-0
   92         0.00  0.000  0.138  0.3751    3.5500 .0000E+00 .3438E-01    0.9519 .2692E-01 .4149E-02    0.0003 .8646E-07 .1190E-0
   93         0.00  0.000  0.135  0.3470    3.1864 .0000E+00 .3358E-01    0.9598 .2714E-01 .4175E-02    0.0005 .1906E-06 .1649E-0
   94         0.00  0.000  0.139  0.3183    2.8627 .0000E+00 .3286E-01    0.9649 .2728E-01 .4193E-02    0.0006 .2079E-06 .1723E-0
   95         0.00  0.000  0.120  0.2930    2.5509 .0000E+00 .3217E-01    0.9679 .2737E-01 .4202E-02    0.0006 .2278E-06 .1804E-0
   96         0.00  0.000  0.158  0.2615    2.0608 .0000E+00 .3109E-01    0.9684 .2738E-01 .4204E-02    0.0006 .2502E-06 .1892E-0
   97         0.19  0.000  0.143  0.2643    1.7594 .0000E+00 .3042E-01    0.9664 .2733E-01 .4197E-02    0.0007 .2754E-06 .1985E-0
   98         0.00  0.000  0.129  0.2378    1.4351 .0000E+00 .2970E-01    0.9628 .2722E-01 .4185E-02    0.0007 .3027E-06 .2616E-0
   99         0.00  0.000  0.117  0.2135    1.0146 .0000E+00 .2878E-01    0.9575 .2707E-01 .4167E-02    0.0007 .3403E-06 .2205E-0
  100         0.00  0.000  0.142  0.1851    0.8124 .0000E+00 .2833E-01    0.9506 .2688E-01 .4144E-02    0.0008 .3722E-06 .2305E-0
  101         0.00  0.000  0.083  0.1668    0.5007 .0000E+00 .2764E-01    0.9429 .2666E-01 .4118E-02    0.0008 .4050E-06 .2404E-0
  102         0.25  0.000  0.069  0.1946    0.0868 .0000E+00 .1356E-01    0.9207 .2603E-01 .4043E-02    0.0008 .4544E-06 .2546E-0
  103         0.00  0.000  0.054  0.1856    0.0000 .0000E+00 .0000E+00    0.8642 .2444E-01 .3850E-02    0.0009 .5472E-06 .2792E-0
  104  *      0.00  0.000  0.047  0.1778    0.0000 .0000E+00 .0000E+00    0.7906 .2235E-01 .3595E-02    0.0010 .6668E-06 .3081E-0
  105         0.00  0.000  0.043  0.1706    0.0000 .0000E+00 .0000E+00    0.7230 .2044E-01 .3356E-02    0.0005 .3901E-06 .2498E-0
  106         0.00  0.000  0.039  0.1641    0.0000 .0000E+00 .0000E+00    0.6611 .1869E-01 .3132E-02    0.0011 .8455E-06 .3494E-0
  107         0.00  0.000  0.037  0.1579    0.0000 .0000E+00 .0000E+00    0.6043 .1709E-01 .2923E-02    0.0012 .9426E-06 .3685E-0
  108         0.00  0.000  0.034  0.1522    0.0000 .0000E+00 .0000E+00    0.5522 .1561E-01 .2728E-02    0.0013 .1029E-05 .3846E-0
  109         0.00  0.000  0.031  0.1471    0.0000 .0000E+00 .0000E+00    0.5045 .1426E-01 .2545E-02    0.0013 .1104E-05 .3981E-0
  110         0.00  0.000  0.031  0.1420    0.0000 .0000E+00 .0000E+00    0.4607 .1303E-01 .2374E-02    0.0013 .1167E-05 .4091E-0
  111         0.00  0.000  0.030  0.1370    0.0000 .0000E+00 .0000E+00    0.4207 .1189E-01 .2214E-02    0.0014 .1219E-05 .4179E-0
  112         0.00  0.000  0.012  0.1350    0.0000 .0000E+00 .0000E+00    0.3840 .1086E-01 .2064E-02    0.0014 .1261E-05 .4249E-0
  113         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3503 .9906E-02 .1925E-02    0.0014 .1294E-05 .5370E-0
  114         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3196 .9036E-02 .1794E-02    0.0014 .1331E-05 .4345E-0
  115         0.17  0.000  0.016  0.1607    0.0000 .0000E+00 .0000E+00    0.2914 .8239E-02 .1672E-02    0.0014 .1344E-05 .4365E-0
  116         0.00  0.000  0.011  0.1589    0.0000 .0000E+00 .0000E+00    0.2656 .7510E-02 .1557E-02    0.0014 .1349E-05 .4373E-0
  117         1.23  0.091  0.025  0.3444    0.0000 .0000E+00 .0000E+00    0.2420 .6844E-02 .1451E-02    0.0014 .1348E-05 .4372E-0
  118         0.00  0.000  0.155  0.3149    0.9133 .0000E+00 .2192E-01    0.2422 .6849E-02 .1451E-02    0.0007 .6413E-06 .3208E-0
  119         0.00  0.000  0.155  0.2842    1.3890 .0000E+00 .2960E-01    0.2853 .8067E-02 .1644E-02    0.0014 .1169E-05 .4047E-0
  120         0.90  0.024  0.104  0.4079    1.3447 .0000E+00 .2950E-01    0.3369 .9527E-02 .1868E-02    0.0013 .1008E-05 .3752E-0
  121         0.51  0.011  0.146  0.4610    3.8473 .0000E+00 .3504E-01    0.3895 .1101E-01 .2087E-02    0.0012 .8629E-06 .3471E-0
  122         0.00  0.000  0.208  0.4202    4.6088 .0000E+00 .3672E-01    0.4483 .1268E-01 .2324E-02    0.0011 .7333E-06 .3196E-0
  123         0.00  0.000  0.194  0.3820    3.9266 .0000E+00 .3521E-01    0.5033 .1423E-01 .2540E-02    0.0010 .6243E-06 .2951E-0
  124         0.00  0.000  0.212  0.3410    3.3704 .0000E+00 .3398E-01    0.5501 .1555E-01 .2720E-02    0.0009 .5420E-06 .2753E-0
  125         0.00  0.000  0.181  0.3054    2.8370 .0000E+00 .3280E-01    0.5898 .1668E-01 .2869E-02    0.0009 .4822E-06 .3241E-0
  126         0.00  0.000  0.179  0.2703    2.2919 .0000E+00 .3160E-01    0.6231 .1762E-01 .2993E-02    0.0008 .4234E-06 .2455E-0
  127         0.06  0.000  0.119  0.2555    1.8220 .0000E+00 .3056E-01    0.6507 .1840E-01 .3094E-02    0.0004 .1972E-06 .1780E-0
  128         0.00  0.000  0.182  0.2202    1.4168 .0000E+00 .2966E-01    0.6734 .1904E-01 .3177E-02    0.0008 .3860E-06 .2335E-0
  129         0.00  0.000  0.138  0.1925    0.9027 .0000E+00 .2853E-01    0.6916 .1956E-01 .3243E-02    0.0008 .3739E-06 .2871E-0
  130         0.57  0.000  0.116  0.2635    0.7320 .0000E+00 .2815E-01    0.7062 .1997E-01 .3295E-02    0.0007 .3618E-06 .2271E-0
  131         0.00  0.000  0.187  0.2278    0.5014 .0000E+00 .2764E-01    0.7184 .2031E-01 .3339E-02    0.0007 .3599E-06 .2265E-0
  132         0.58  0.000  0.164  0.2926    0.2567 .0000E+00 .2710E-01    0.7282 .2059E-01 .3374E-02    0.0007 .3613E-06 .2269E-0
  133         0.00  0.000  0.188  0.2578    0.0706 .0000E+00 .2005E-01    0.7294 .2062E-01 .3379E-02    0.0008 .3728E-06 .2305E-0
  134         0.00  0.000  0.202  0.2242    0.0000 .0000E+00 .0000E+00    0.6992 .1977E-01 .3270E-02    0.0008 .4208E-06 .2448E-0
  135         0.00  0.000  0.207  0.1897    0.0000 .0000E+00 .0000E+00    0.6392 .1807E-01 .3052E-02    0.0004 .2538E-06 .2015E-0
  136         0.00  0.000  0.185  0.1589    0.0000 .0000E+00 .0000E+00    0.5842 .1652E-01 .2848E-02    0.0009 .5599E-06 .2847E-0
  137         0.00  0.000  0.089  0.1442    0.0000 .0000E+00 .0000E+00    0.5338 .1509E-01 .2658E-02    0.0010 .6382E-06 .3035E-0
  138         0.00  0.000  0.055  0.1350    0.0000 .0000E+00 .0000E+00    0.4876 .1379E-01 .2479E-02    0.0010 .7099E-06 .3198E-0
  139         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4453 .1259E-01 .2313E-02    0.0011 .7743E-06 .3337E-0
  140         0.03  0.000  0.010  0.1384    0.0000 .0000E+00 .0000E+00    0.4065 .1149E-01 .2157E-02    0.0011 .8310E-06 .3454E-0
  141         0.64  0.000  0.037  0.2388    0.0000 .0000E+00 .0000E+00    0.3710 .1049E-01 .2011E-02    0.0012 .8799E-06 .3552E-0
  142         0.04  0.000  0.217  0.2092    0.0000 .0000E+00 .0000E+00    0.3385 .9571E-02 .1874E-02    0.0012 .9171E-06 .4540E-0
  143         0.26  0.000  0.050  0.2443    0.0000 .0000E+00 .0000E+00    0.3087 .8729E-02 .1747E-02    0.0006 .4901E-06 .2791E-0
  144         0.00  0.000  0.266  0.1999    0.0000 .0000E+00 .0000E+00    0.2815 .7958E-02 .1628E-02    0.0012 .9821E-06 .3747E-0



  145         0.01  0.000  0.050  0.1932    0.0000 .0000E+00 .0000E+00    0.2565 .7253E-02 .1516E-02    0.0012 .1003E-05 .3785E-0
  146         0.41  0.000  0.049  0.2534    0.0000 .0000E+00 .0000E+00    0.2337 .6609E-02 .1412E-02    0.0013 .1017E-05 .3811E-0
  147         0.00  0.000  0.223  0.2163    0.0000 .0000E+00 .0000E+00    0.2129 .6019E-02 .1315E-02    0.0013 .1027E-05 .3828E-0
  148         0.05  0.000  0.231  0.1861    0.0000 .0000E+00 .0000E+00    0.1938 .5480E-02 .1224E-02    0.0013 .1031E-05 .3835E-0
  149         0.00  0.000  0.209  0.1513    0.0000 .0000E+00 .0000E+00    0.1764 .4987E-02 .1139E-02    0.0013 .1031E-05 .3835E-0
  150         0.00  0.000  0.075  0.1387    0.0000 .0000E+00 .0000E+00    0.1604 .4537E-02 .1060E-02    0.0013 .1028E-05 .3827E-0
  151         0.00  0.000  0.022  0.1351    0.0000 .0000E+00 .0000E+00    0.1459 .4125E-02 .9858E-03    0.0013 .1021E-05 .3814E-0
  152         0.13  0.000  0.033  0.1513    0.0000 .0000E+00 .0000E+00    0.1326 .3750E-02 .9166E-03    0.0012 .1011E-05 .3795E-0
  153         0.08  0.000  0.030  0.1596    0.0000 .0000E+00 .0000E+00    0.1205 .3407E-02 .8520E-03    0.0012 .9986E-06 .3771E-0
  154         0.00  0.000  0.025  0.1554    0.0000 .0000E+00 .0000E+00    0.1094 .3094E-02 .7917E-03    0.0012 .9843E-06 .3743E-0
  155         0.00  0.000  0.036  0.1494    0.0000 .0000E+00 .0000E+00    0.0993 .2809E-02 .7354E-03    0.0012 .9682E-06 .3712E-0
  156         0.40  0.000  0.039  0.2096    0.0000 .0000E+00 .0000E+00    0.0901 .2548E-02 .6829E-03    0.0012 .9507E-06 .3678E-0
  157         0.00  0.000  0.045  0.2020    0.0000 .0000E+00 .0000E+00    0.0817 .2311E-02 .6339E-03    0.0012 .9321E-06 .3642E-0
  158         0.00  0.000  0.050  0.1937    0.0000 .0000E+00 .0000E+00    0.0741 .2095E-02 .5882E-03    0.0012 .9125E-06 .3603E-0
  159         0.00  0.000  0.052  0.1851    0.0000 .0000E+00 .0000E+00    0.0671 .1898E-02 .5456E-03    0.0012 .8922E-06 .3562E-0
  160         0.00  0.000  0.053  0.1762    0.0000 .0000E+00 .0000E+00    0.0608 .1718E-02 .5059E-03    0.0012 .8664E-06 .4390E-0
  161         0.08  0.000  0.056  0.1803    0.0000 .0000E+00 .0000E+00    0.0550 .1555E-02 .4689E-03    0.0011 .8472E-06 .3466E-0
  162         0.00  0.000  0.052  0.1717    0.0000 .0000E+00 .0000E+00    0.0497 .1407E-02 .4344E-03    0.0011 .8256E-06 .3422E-0
  163         0.23  0.000  0.055  0.2009    0.0000 .0000E+00 .0000E+00    0.0450 .1272E-02 .4023E-03    0.0011 .8039E-06 .3377E-0
  164         0.00  0.000  0.058  0.1912    0.0000 .0000E+00 .0000E+00    0.0406 .1149E-02 .3724E-03    0.0011 .7823E-06 .3331E-0
  165         0.00  0.000  0.060  0.1812    0.0000 .0000E+00 .0000E+00    0.0367 .1037E-02 .3445E-03    0.0011 .7609E-06 .3285E-0
  166         0.55  0.000  0.064  0.2622    0.0000 .0000E+00 .0000E+00    0.0331 .9359E-03 .3186E-03    0.0011 .7396E-06 .3239E-0
  167         0.00  0.000  0.271  0.2169    0.0000 .0000E+00 .0000E+00    0.0298 .8439E-03 .2945E-03    0.0005 .3632E-06 .2401E-0
  168         0.01  0.000  0.220  0.1819    0.0000 .0000E+00 .0000E+00    0.0269 .7605E-03 .2721E-03    0.0010 .7018E-06 .3158E-0
  169         0.00  0.000  0.242  0.1415    0.0000 .0000E+00 .0000E+00    0.0242 .6848E-03 .2512E-03    0.0010 .6816E-06 .3112E-0
  170         0.48  0.000  0.103  0.2043    0.0000 .0000E+00 .0000E+00    0.0218 .6162E-03 .2318E-03    0.0010 .6617E-06 .3066E-0
  171         0.00  0.000  0.187  0.1732    0.0000 .0000E+00 .0000E+00    0.0196 .5541E-03 .2138E-03    0.0010 .6423E-06 .3021E-0
  172         0.00  0.000  0.113  0.1543    0.0000 .0000E+00 .0000E+00    0.0176 .4978E-03 .1971E-03    0.0010 .6233E-06 .2976E-0
  173         0.00  0.000  0.099  0.1378    0.0000 .0000E+00 .0000E+00    0.0158 .4469E-03 .1816E-03    0.0010 .6048E-06 .2931E-0
  174         0.00  0.000  0.012  0.1357    0.0000 .0000E+00 .0000E+00    0.0142 .4009E-03 .1672E-03    0.0010 .5868E-06 .2887E-0
  175         0.00  0.000  0.004  0.1350    0.0000 .0000E+00 .0000E+00    0.0127 .3593E-03 .1538E-03    0.0009 .5692E-06 .2843E-0
  176         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0114 .3218E-03 .1415E-03    0.0009 .5495E-06 .3493E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0102 .2879E-03 .1300E-03    0.0009 .5320E-06 .2747E-0
  178         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0091 .2573E-03 .1194E-03    0.0009 .5160E-06 .2706E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0081 .2298E-03 .1095E-03    0.0009 .5005E-06 .2665E-0
  180         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.0072 .2050E-03 .1004E-03    0.0009 .4854E-06 .2625E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0065 .1827E-03 .9198E-04    0.0009 .4709E-06 .2585E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0058 .1626E-03 .8419E-04    0.0008 .4568E-06 .2546E-0
  183         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0051 .1446E-03 .7700E-04    0.0008 .4431E-06 .2508E-0
  184         0.81  0.005  0.071  0.2573    0.0000 .0000E+00 .0000E+00    0.0045 .1284E-03 .7036E-04    0.0008 .4299E-06 .2470E-0
  185         0.00  0.000  0.258  0.2143    0.0000 .0000E+00 .0000E+00    0.0040 .1139E-03 .6423E-04    0.0008 .4172E-06 .2433E-0
  186         0.03  0.000  0.194  0.1869    0.0000 .0000E+00 .0000E+00    0.0036 .1009E-03 .5858E-04    0.0008 .4049E-06 .2397E-0
  187         0.03  0.000  0.142  0.1682    0.0000 .0000E+00 .0000E+00    0.0032 .8926E-04 .5337E-04    0.0008 .3930E-06 .2362E-0
  188         0.59  0.000  0.163  0.2395    0.0000 .0000E+00 .0000E+00    0.0028 .7886E-04 .4858E-04    0.0008 .3815E-06 .2327E-0
  189         0.00  0.000  0.278  0.1932    0.0000 .0000E+00 .0000E+00    0.0025 .6957E-04 .4416E-04    0.0008 .3703E-06 .2293E-0
  190         0.36  0.000  0.165  0.2257    0.0000 .0000E+00 .0000E+00    0.0022 .6129E-04 .4011E-04    0.0007 .3596E-06 .2259E-0
  191         0.06  0.000  0.151  0.2105    0.0000 .0000E+00 .0000E+00    0.0019 .5390E-04 .3638E-04    0.0004 .1746E-06 .1673E-0
  192         0.00  0.000  0.232  0.1719    0.0000 .0000E+00 .0000E+00    0.0017 .4733E-04 .3296E-04    0.0007 .3416E-06 .2202E-0
  193         0.84  0.007  0.205  0.2766    0.0000 .0000E+00 .0000E+00    0.0015 .4149E-04 .2982E-04    0.0007 .3319E-06 .2709E-0
  194         0.41  0.000  0.271  0.2998    0.0020 .0000E+00 .0000E+00    0.0013 .3631E-04 .2694E-04    0.0007 .3203E-06 .2132E-0
  195         0.18  0.000  0.262  0.2827    0.0659 .0000E+00 .2004E-01    0.0210 .5933E-03 .2114E-03    0.0006 .2591E-06 .1918E-0
  196         0.00  0.000  0.249  0.2380    0.0568 .0000E+00 .1984E-01    0.0707 .1998E-02 .5656E-03    0.0005 .1676E-06 .1543E-0
  197         0.00  0.000  0.322  0.1843    0.0000 .0000E+00 .0000E+00    0.0958 .2709E-02 .7155E-03    0.0002 .6731E-07 .1036E-0
  198         0.00  0.000  0.222  0.1473    0.0000 .0000E+00 .0000E+00    0.0869 .2458E-02 .6643E-03    0.0005 .1388E-06 .1411E-0
  199         0.86  0.009  0.217  0.2530    0.0000 .0000E+00 .0000E+00    0.0788 .2229E-02 .6166E-03    0.0005 .1463E-06 .1448E-0
  200         0.00  0.000  0.218  0.2166    0.0000 .0000E+00 .0000E+00    0.0714 .2020E-02 .5721E-03    0.0005 .1526E-06 .1851E-0
  201         0.00  0.000  0.280  0.1698    0.0000 .0000E+00 .0000E+00    0.0647 .1829E-02 .5306E-03    0.0005 .1615E-06 .1515E-0
  202         0.09  0.000  0.190  0.1531    0.0000 .0000E+00 .0000E+00    0.0586 .1656E-02 .4919E-03    0.0005 .1666E-06 .1538E-0
  203         0.10  0.000  0.126  0.1487    0.0000 .0000E+00 .0000E+00    0.0530 .1498E-02 .4558E-03    0.0005 .1709E-06 .1558E-0
  204         0.22  0.000  0.135  0.1628    0.0000 .0000E+00 .0000E+00    0.0479 .1355E-02 .4222E-03    0.0005 .1747E-06 .1575E-0
  205         0.00  0.000  0.109  0.1446    0.0000 .0000E+00 .0000E+00    0.0433 .1225E-02 .3909E-03    0.0005 .1778E-06 .1589E-0
  206         0.00  0.000  0.044  0.1373    0.0000 .0000E+00 .0000E+00    0.0391 .1106E-02 .3618E-03    0.0003 .9069E-07 .1202E-0
  207         0.00  0.000  0.011  0.1355    0.0000 .0000E+00 .0000E+00    0.0353 .9985E-03 .3347E-03    0.0005 .1811E-06 .1607E-0
  208         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0319 .9007E-03 .3095E-03    0.0005 .1828E-06 .1615E-0
  209         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0287 .8120E-03 .2860E-03    0.0005 .1841E-06 .1620E-0
  210         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0259 .7315E-03 .2642E-03    0.0005 .1849E-06 .1623E-0
  211         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0233 .6586E-03 .2439E-03    0.0005 .1853E-06 .1625E-0
  212         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0210 .5924E-03 .2250E-03    0.0005 .1853E-06 .1625E-0
  213         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0188 .5326E-03 .2075E-03    0.0005 .1850E-06 .1623E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0169 .4784E-03 .1912E-03    0.0005 .1839E-06 .2024E-0
  215         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0152 .4293E-03 .1761E-03    0.0005 .1838E-06 .1616E-0
  216         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.0136 .3850E-03 .1621E-03    0.0005 .1826E-06 .1610E-0
  217         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0122 .3450E-03 .1491E-03    0.0005 .1812E-06 .1604E-0
  218         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0109 .3088E-03 .1371E-03    0.0003 .8979E-07 .1200E-0
  219         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0098 .2762E-03 .1259E-03    0.0005 .1780E-06 .1591E-0
  220         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0087 .2468E-03 .1156E-03    0.0005 .1761E-06 .1583E-0
  221         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0078 .2203E-03 .1060E-03    0.0005 .1742E-06 .1574E-0
  222         0.24  0.000  0.077  0.1621    0.0000 .0000E+00 .0000E+00    0.0069 .1964E-03 .9720E-04    0.0005 .1721E-06 .1565E-0
  223         0.00  0.000  0.069  0.1506    0.0000 .0000E+00 .0000E+00    0.0062 .1750E-03 .8902E-04    0.0005 .1694E-06 .1941E-0
  224         0.00  0.000  0.072  0.1386    0.0000 .0000E+00 .0000E+00    0.0055 .1557E-03 .8146E-04    0.0005 .1673E-06 .1542E-0
  225         0.00  0.000  0.016  0.1359    0.0000 .0000E+00 .0000E+00    0.0049 .1384E-03 .7447E-04    0.0005 .1650E-06 .1531E-0
  226         0.28  0.000  0.081  0.1691    0.0000 .0000E+00 .0000E+00    0.0043 .1228E-03 .6803E-04    0.0005 .1626E-06 .1520E-0
  227         0.33  0.000  0.089  0.2093    0.0000 .0000E+00 .0000E+00    0.0039 .1089E-03 .6208E-04    0.0005 .1601E-06 .1508E-0
  228         0.65  0.004  0.122  0.2966    0.0000 .0000E+00 .0000E+00    0.0034 .9643E-04 .5660E-04    0.0005 .1577E-06 .1496E-0
  229         0.00  0.000  0.222  0.2595    0.0000 .0000E+00 .0000E+00    0.0030 .8527E-04 .5155E-04    0.0005 .1552E-06 .1485E-0
  230         0.02  0.000  0.215  0.2270    0.0000 .0000E+00 .0000E+00    0.0027 .7529E-04 .4690E-04    0.0005 .1527E-06 .1473E-0
  231         0.38  0.000  0.153  0.2648    0.0000 .0000E+00 .0000E+00    0.0023 .6639E-04 .4262E-04    0.0005 .1502E-06 .1460E-0
  232         0.12  0.000  0.198  0.2519    0.0000 .0000E+00 .0000E+00    0.0021 .5845E-04 .3869E-04    0.0005 .1477E-06 .1448E-0
  233         0.57  0.000  0.173  0.3180    0.0000 .0000E+00 .0000E+00    0.0018 .5138E-04 .3508E-04    0.0005 .1451E-06 .1436E-0
  234         0.61  0.008  0.223  0.3764    1.0695 .0000E+00 .2890E-01    0.0302 .8549E-03 .2791E-03    0.0004 .9783E-07 .1179E-0
  235         0.02  0.000  0.208  0.3398    2.2452 .0000E+00 .3150E-01    0.1048 .2964E-02 .7634E-03    0.0002 .3347E-07 .6901E-0
  236         0.00  0.000  0.243  0.2942    2.1299 .0000E+00 .3124E-01    0.1767 .4997E-02 .1140E-02    0.0001 .3557E-08 .2381E-0
  237         0.00  0.000  0.196  0.2564    1.8113 .0000E+00 .3054E-01    0.2413 .6823E-02 .1447E-02    0.0001 .1948E-08 .9744E-0
  238         0.00  0.000  0.232  0.2128    1.3342 .0000E+00 .2948E-01    0.2982 .8431E-02 .1701E-02    0.0000 .1642E-10 .7642E-0
  239         0.00  0.000  0.176  0.1788    0.7949 .0000E+00 .2829E-01    0.3473 .9820E-02 .1912E-02    0.0000 .0000E+00 .0000E+0
  240         1.49  0.164  0.227  0.3575    0.4142 .0000E+00 .2745E-01    0.3895 .1101E-01 .2087E-02    0.0000 .0000E+00 .0000E+0



  241         0.00  0.000  0.190  0.3209    1.3470 .0000E+00 .2951E-01    0.4289 .1213E-01 .2247E-02    0.0000 .0000E+00 .0000E+0
  242         0.00  0.000  0.185  0.2850    1.6656 .0000E+00 .3021E-01    0.4690 .1326E-01 .2406E-02    0.0000 .0000E+00 .0000E+0
  243         0.00  0.000  0.189  0.2485    1.4517 .0000E+00 .2974E-01    0.5064 .1432E-01 .2552E-02    0.0000 .0000E+00 .0000E+0
  244         0.00  0.000  0.224  0.2063    1.1167 .0000E+00 .2900E-01    0.5391 .1524E-01 .2678E-02    0.0000 .0000E+00 .0000E+0
  245         0.20  0.000  0.152  0.2095    0.7732 .0000E+00 .2824E-01    0.5672 .1604E-01 .2785E-02    0.0000 .0000E+00 .0000E+0
  246         0.00  0.000  0.205  0.1708    0.4566 .0000E+00 .2754E-01    0.5910 .1671E-01 .2874E-02    0.0000 .0000E+00 .0000E+0
  247         1.27  0.090  0.163  0.3392    0.0279 .0000E+00 .6680E-02    0.5910 .1671E-01 .2874E-02    0.0000 .0000E+00 .0000E+0
  248         0.00  0.000  0.208  0.3010    0.8642 .0000E+00 .2181E-01    0.5725 .1619E-01 .2804E-02    0.0000 .0000E+00 .0000E+0
  249         0.00  0.000  0.214  0.2604    1.2122 .0000E+00 .2921E-01    0.5872 .1660E-01 .2859E-02    0.0000 .0000E+00 .0000E+0
  250         0.00  0.000  0.225  0.2181    0.9710 .0000E+00 .2868E-01    0.6120 .1730E-01 .2952E-02    0.0000 .0000E+00 .0000E+0
  251         0.31  0.000  0.168  0.2371    0.7971 .0000E+00 .2829E-01    0.6335 .1791E-01 .3031E-02    0.0000 .0000E+00 .0000E+0
  252         0.00  0.000  0.202  0.1987    0.6428 .0000E+00 .2795E-01    0.6523 .1844E-01 .3100E-02    0.0000 .0000E+00 .0000E+0
  253         0.00  0.000  0.154  0.1685    0.4148 .0000E+00 .2745E-01    0.6685 .1890E-01 .3159E-02    0.0000 .0000E+00 .0000E+0
  254         0.00  0.000  0.166  0.1403    0.0502 .0000E+00 .3820E-02    0.6591 .1863E-01 .3125E-02    0.0000 .0000E+00 .0000E+0
  255         0.00  0.000  0.032  0.1350    0.0000 .0000E+00 .0000E+00    0.6086 .1721E-01 .2939E-02    0.0000 .0000E+00 .0000E+0
  256         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5561 .1572E-01 .2742E-02    0.0000 .0000E+00 .0000E+0
  257         0.26  0.000  0.073  0.1662    0.0000 .0000E+00 .0000E+00    0.5081 .1437E-01 .2559E-02    0.0000 .0000E+00 .0000E+0
  258         0.25  0.000  0.073  0.1957    0.0000 .0000E+00 .0000E+00    0.4640 .1312E-01 .2387E-02    0.0000 .0000E+00 .0000E+0
  259         0.02  0.000  0.102  0.1821    0.0000 .0000E+00 .0000E+00    0.4237 .1198E-01 .2226E-02    0.0000 .7899E-10 .3462E-0
  260         0.00  0.000  0.095  0.1662    0.0000 .0000E+00 .0000E+00    0.3867 .1093E-01 .2076E-02    0.0001 .3297E-08 .2184E-0
  261         0.23  0.000  0.113  0.1857    0.0000 .0000E+00 .0000E+00    0.3529 .9977E-02 .1935E-02    0.0001 .1046E-07 .3874E-0
  262         0.00  0.000  0.126  0.1646    0.0000 .0000E+00 .0000E+00    0.3219 .9101E-02 .1804E-02    0.0002 .2059E-07 .5425E-0
  263         0.00  0.000  0.106  0.1469    0.0000 .0000E+00 .0000E+00    0.2935 .8299E-02 .1681E-02    0.0002 .3284E-07 .6845E-0
  264         0.44  0.000  0.120  0.2001    0.0000 .0000E+00 .0000E+00    0.2676 .7565E-02 .1566E-02    0.0003 .4652E-07 .8143E-0
  265         0.00  0.000  0.102  0.1832    0.0000 .0000E+00 .0000E+00    0.2438 .6894E-02 .1459E-02    0.0002 .3039E-07 .6986E-0
  266         0.00  0.000  0.093  0.1676    0.0000 .0000E+00 .0000E+00    0.2221 .6280E-02 .1358E-02    0.0003 .7048E-07 .1014E-0
  267         0.04  0.000  0.099  0.1579    0.0000 .0000E+00 .0000E+00    0.2022 .5718E-02 .1265E-02    0.0004 .8541E-07 .1114E-0
  268         0.05  0.000  0.113  0.1475    0.0000 .0000E+00 .0000E+00    0.1841 .5205E-02 .1177E-02    0.0004 .1002E-06 .1204E-0
  269         0.71  0.000  0.105  0.2482    0.0000 .0000E+00 .0000E+00    0.1675 .4736E-02 .1095E-02    0.0004 .1145E-06 .1286E-0
  270         0.00  0.000  0.117  0.2286    0.0000 .0000E+00 .0000E+00    0.1523 .4307E-02 .1019E-02    0.0004 .1282E-06 .1359E-0
  271         0.00  0.000  0.086  0.2143    0.0000 .0000E+00 .0000E+00    0.1385 .3916E-02 .9473E-03    0.0005 .1412E-06 .1425E-0
  272         0.00  0.000  0.103  0.1971    0.0000 .0000E+00 .0000E+00    0.1258 .3558E-02 .8807E-03    0.0005 .1533E-06 .1858E-0
  273         0.00  0.000  0.105  0.1796    0.0000 .0000E+00 .0000E+00    0.1143 .3232E-02 .8185E-03    0.0005 .1688E-06 .1549E-0
  274         0.00  0.000  0.078  0.1666    0.0000 .0000E+00 .0000E+00    0.1038 .2935E-02 .7604E-03    0.0005 .1787E-06 .1594E-0
  275         0.00  0.000  0.065  0.1557    0.0000 .0000E+00 .0000E+00    0.0942 .2663E-02 .7062E-03    0.0005 .1877E-06 .1633E-0
  276         0.00  0.000  0.074  0.1433    0.0000 .0000E+00 .0000E+00    0.0854 .2416E-02 .6557E-03    0.0006 .1956E-06 .1667E-0
  277         0.26  0.000  0.075  0.1742    0.0000 .0000E+00 .0000E+00    0.0775 .2190E-02 .6085E-03    0.0006 .2026E-06 .1697E-0
  278         0.00  0.000  0.063  0.1638    0.0000 .0000E+00 .0000E+00    0.0702 .1985E-02 .5645E-03    0.0006 .2087E-06 .1722E-0
  279         0.00  0.000  0.059  0.1539    0.0000 .0000E+00 .0000E+00    0.0636 .1798E-02 .5235E-03    0.0006 .2140E-06 .1743E-0
  280         1.33  0.104  0.067  0.3471    0.0000 .0000E+00 .0000E+00    0.0576 .1627E-02 .4853E-03    0.0006 .2184E-06 .1761E-0
  281         0.21  0.000  0.086  0.3640    1.1432 .0000E+00 .2243E-01    0.0743 .2102E-02 .5875E-03    0.0005 .1893E-06 .1640E-0
  282         0.00  0.000  0.057  0.3494    1.9742 .0000E+00 .3090E-01    0.1340 .3789E-02 .9221E-03    0.0004 .1178E-06 .1294E-0
  283         0.00  0.000  0.078  0.3312    2.0350 .0000E+00 .3103E-01    0.2022 .5717E-02 .1264E-02    0.0003 .6368E-07 .9520E-0
  284         0.00  0.000  0.058  0.3164    1.9380 .0000E+00 .3082E-01    0.2645 .7479E-02 .1552E-02    0.0002 .3179E-07 .6733E-0
  285         0.00  0.000  0.070  0.2996    1.8220 .0000E+00 .3056E-01    0.3209 .9074E-02 .1799E-02    0.0001 .6717E-08 .3310E-0
  286         0.00  0.000  0.075  0.2820    1.6526 .0000E+00 .3019E-01    0.3718 .1051E-01 .2014E-02    0.0001 .7793E-08 .3017E-0
  287         0.00  0.000  0.070  0.2654    1.4844 .0000E+00 .2981E-01    0.4173 .1180E-01 .2200E-02    0.0001 .1991E-08 .1386E-0
  288         0.00  0.000  0.057  0.2509    1.3212 .0000E+00 .2945E-01    0.4581 .1295E-01 .2363E-02    0.0000 .2269E-09 .2840E-0
  289         0.14  0.000  0.073  0.2572    1.1648 .0000E+00 .2911E-01    0.4946 .1398E-01 .2506E-02    0.0000 .0000E+00 .0000E+0
  290         0.45  0.000  0.071  0.3156    1.0007 .0000E+00 .2874E-01    0.5270 .1490E-01 .2632E-02    0.0000 .0000E+00 .0000E+0
  291         0.00  0.000  0.061  0.3006    0.8703 .0000E+00 .2846E-01    0.5559 .1572E-01 .2742E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.054  0.2869    0.7465 .0000E+00 .2818E-01    0.5817 .1645E-01 .2839E-02    0.0000 .0000E+00 .0000E+0
  293         0.00  0.000  0.045  0.2747    0.6259 .0000E+00 .2792E-01    0.6046 .1709E-01 .2924E-02    0.0000 .0000E+00 .0000E+0
  294         1.00  0.048  0.070  0.4170    0.7976 .0000E+00 .2830E-01    0.6255 .1769E-01 .3002E-02    0.0000 .0000E+00 .0000E+0
  295         0.00  0.000  0.065  0.4004    3.5899 .0000E+00 .3447E-01    0.6514 .1842E-01 .3097E-02    0.0000 .0000E+00 .0000E+0
  296         0.03  0.000  0.065  0.3889    3.5061 .0000E+00 .3428E-01    0.6850 .1937E-01 .3219E-02    0.0000 .0000E+00 .0000E+0
  297         0.02  0.000  0.053  0.3777    3.2998 .0000E+00 .3383E-01    0.7150 .2022E-01 .3327E-02    0.0000 .0000E+00 .0000E+0
  298         0.00  0.000  0.067  0.3610    3.0899 .0000E+00 .3336E-01    0.7413 .2096E-01 .3421E-02    0.0000 .0000E+00 .0000E+0
  299         0.00  0.000  0.048  0.3475    2.9464 .0000E+00 .3305E-01    0.7643 .2161E-01 .3503E-02    0.0000 .0000E+00 .0000E+0
  300         0.00  0.000  0.048  0.3341    2.7703 .0000E+00 .3266E-01    0.7846 .2218E-01 .3574E-02    0.0000 .0000E+00 .0000E+0
  301         0.15  0.000  0.080  0.3403    2.5771 .0000E+00 .3223E-01    0.8021 .2268E-01 .3635E-02    0.0000 .0000E+00 .0000E+0
  302         0.80  0.021  0.076  0.4522    2.7130 .0000E+00 .3253E-01    0.8178 .2312E-01 .3690E-02    0.0000 .0000E+00 .0000E+0
  303         0.09  0.000  0.066  0.4500    4.5662 .0000E+00 .3663E-01    0.8368 .2366E-01 .3756E-02    0.0000 .0000E+00 .0000E+0
  304         0.09  0.000  0.077  0.4461    4.5272 .0000E+00 .3654E-01    0.8607 .2434E-01 .3838E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.061  0.4299    4.3633 .0000E+00 .3618E-01    0.8821 .2494E-01 .3912E-02    0.0000 .0000E+00 .0000E+0
  306         0.00  0.000  0.057  0.4145    4.0493 .0000E+00 .3549E-01    0.9005 .2546E-01 .3974E-02    0.0000 .0000E+00 .0000E+0
  307         0.00  0.000  0.061  0.3986    3.7806 .0000E+00 .3489E-01    0.9156 .2589E-01 .4026E-02    0.0000 .0000E+00 .0000E+0
  308         0.76  0.044  0.065  0.5010    4.2316 .0000E+00 .3589E-01    0.9296 .2628E-01 .4073E-02    0.0000 .0000E+00 .0000E+0
  309         0.00  0.000  0.054  0.4854    5.8391 .0000E+00 .3944E-01    0.9475 .2679E-01 .4134E-02    0.0000 .0000E+00 .0000E+0
  310         0.00  0.000  0.050  0.4707    5.4334 .0000E+00 .3855E-01    0.9688 .2739E-01 .4205E-02    0.0000 .0000E+00 .0000E+0
  311         0.01  0.000  0.053  0.4572    5.0747 .0000E+00 .3775E-01    0.9861 .2788E-01 .4263E-02    0.0000 .0000E+00 .0000E+0
  312         0.13  0.000  0.065  0.4619    4.8396 .0000E+00 .3723E-01    1.0002 .2828E-01 .4310E-02    0.0000 .0000E+00 .0000E+0
  313         0.00  0.000  0.052  0.4471    4.7724 .0000E+00 .3708E-01    1.0121 .2862E-01 .4350E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.046  0.4333    4.4920 .0000E+00 .3646E-01    1.0222 .2890E-01 .4384E-02    0.0000 .6687E-10 .2845E-0
  315         0.00  0.000  0.046  0.4196    4.2014 .0000E+00 .3582E-01    1.0299 .2912E-01 .4409E-02    0.0000 .1121E-08 .1293E-0
  316         0.00  0.000  0.048  0.4058    3.9221 .0000E+00 .3520E-01    1.0352 .2927E-01 .4427E-02    0.0001 .3849E-08 .2385E-0
  317         0.00  0.000  0.049  0.3919    3.6843 .0000E+00 .3468E-01    1.0386 .2937E-01 .4438E-02    0.0001 .8566E-08 .3547E-0
  318         0.00  0.000  0.064  0.3756    3.4433 .0000E+00 .3415E-01    1.0404 .2942E-01 .4444E-02    0.0002 .1551E-07 .4761E-0
  319         0.00  0.000  0.060  0.3599    3.1927 .0000E+00 .3359E-01    1.0405 .2942E-01 .4444E-02    0.0002 .2487E-07 .6018E-0
  320         0.00  0.000  0.054  0.3454    2.9581 .0000E+00 .3307E-01    1.0393 .2939E-01 .4440E-02    0.0002 .3678E-07 .7309E-0
  321         0.14  0.000  0.068  0.3520    2.7599 .0000E+00 .3263E-01    1.0369 .2932E-01 .4432E-02    0.0003 .5128E-07 .8622E-0
  322         0.37  0.000  0.068  0.3969    2.5661 .0000E+00 .3221E-01    1.0336 .2922E-01 .4421E-02    0.0003 .6835E-07 .9943E-0
  323         0.53  0.008  0.059  0.4682    3.8556 .0000E+00 .3506E-01    1.0327 .2920E-01 .4418E-02    0.0004 .8684E-07 .1119E-0
  324         0.00  0.000  0.043  0.4548    4.9628 .0000E+00 .3750E-01    1.0388 .2937E-01 .4439E-02    0.0004 .1042E-06 .1222E-0
  325         0.00  0.000  0.046  0.4410    4.6747 .0000E+00 .3687E-01    1.0478 .2963E-01 .4468E-02    0.0004 .1231E-06 .1656E-0
  326         0.00  0.000  0.052  0.4263    4.3772 .0000E+00 .3621E-01    1.0544 .2981E-01 .4490E-02    0.0005 .1421E-06 .1428E-0
  327         0.00  0.000  0.054  0.4114    4.0700 .0000E+00 .3553E-01    1.0587 .2993E-01 .4504E-02    0.0005 .1631E-06 .1530E-0
  328         1.09  0.449  0.066  0.5010    4.7960 .0000E+00 .3714E-01    1.0631 .3006E-01 .4519E-02    0.0005 .1851E-06 .1630E-0
  329         0.00  0.000  0.055  0.4853    5.8386 .0000E+00 .3944E-01    1.0721 .3031E-01 .4548E-02    0.0006 .2048E-06 .1713E-0
  330         0.27  0.074  0.063  0.5010    5.7511 .0000E+00 .3925E-01    1.0838 .3064E-01 .4587E-02    0.0006 .2231E-06 .1788E-0
  331         0.00  0.000  0.053  0.4856    5.8412 .0000E+00 .3945E-01    1.0945 .3095E-01 .4621E-02    0.0006 .2432E-06 .1867E-0
  332         0.02  0.000  0.059  0.4726    5.4573 .0000E+00 .3860E-01    1.1037 .3121E-01 .4652E-02    0.0006 .2654E-06 .1950E-0
  333         0.00  0.000  0.042  0.4593    5.1048 .0000E+00 .3782E-01    1.1101 .3139E-01 .4672E-02    0.0007 .2910E-06 .2041E-0
  334         0.00  0.000  0.036  0.4472    4.8018 .0000E+00 .3715E-01    1.1140 .3150E-01 .4685E-02    0.0007 .3197E-06 .2139E-0
  335  *      0.00  0.000  0.028  0.4364    4.5437 .0000E+00 .3658E-01    1.1159 .3155E-01 .4691E-02    0.0004 .1713E-06 .1671E-0
  336  *      0.00  0.000  0.033  0.4250    4.2963 .0000E+00 .3603E-01    1.1163 .3156E-01 .4693E-02    0.0008 .3762E-06 .2915E-0



  337         0.00  0.000  0.034  0.4134    4.0421 .0000E+00 .3547E-01    1.1151 .3153E-01 .4689E-02    0.0008 .4202E-06 .2451E-0
  338  *      0.00  0.000  0.030  0.4026    3.8154 .0000E+00 .3497E-01    1.1127 .3146E-01 .4681E-02    0.0008 .4575E-06 .2557E-0
  339  *      0.00  0.000  0.032  0.3915    3.6087 .0000E+00 .3451E-01    1.1092 .3136E-01 .4669E-02    0.0009 .4962E-06 .2662E-0
  340  *      0.00  0.000  0.000  0.3858    3.4200 .0000E+00 .3409E-01    1.1048 .3124E-01 .4655E-02    0.0009 .5359E-06 .2766E-0
  341  *      0.44  0.000  0.034  0.3835    3.2635 .0000E+00 .3375E-01    1.0997 .3110E-01 .4639E-02    0.0005 .2881E-06 .2143E-0
  342         0.11  0.000  0.000  0.4523    3.5263 .0000E+00 .3433E-01    1.0952 .3097E-01 .4624E-02    0.0010 .6048E-06 .2940E-0
  343         0.69  0.408  0.000  0.5010    5.4754 .0000E+00 .3864E-01    1.0962 .3099E-01 .4627E-02    0.0010 .6389E-06 .3019E-0
  344         0.00  0.000  0.040  0.4878    5.8633 .0000E+00 .3950E-01    1.1049 .3124E-01 .4655E-02    0.0010 .6632E-06 .3072E-0
  345  *      0.00  0.000  0.030  0.4763    5.5264 .0000E+00 .3875E-01    1.1135 .3148E-01 .4684E-02    0.0010 .6837E-06 .3119E-0
  346         0.00  0.000  0.039  0.4634    5.2074 .0000E+00 .3805E-01    1.1195 .3165E-01 .4703E-02    0.0010 .7067E-06 .3172E-0
  347         0.16  0.000  0.047  0.4760    5.0583 .0000E+00 .3772E-01    1.1236 .3177E-01 .4716E-02    0.0011 .7328E-06 .3231E-0
  348  *      0.01  0.000  0.043  0.4641    5.1909 .0000E+00 .3801E-01    1.1271 .3187E-01 .4728E-02    0.0011 .7603E-06 .4125E-0
  349  *      0.43  0.000  0.027  0.4611    4.9673 .0000E+00 .3751E-01    1.1303 .3196E-01 .4738E-02    0.0011 .7943E-06 .3365E-0
  350  *      0.00  0.000  0.032  0.4582    4.8860 .0000E+00 .3733E-01    1.1322 .3201E-01 .4744E-02    0.0011 .8235E-06 .3426E-0
  351  *      0.09  0.000  0.000  0.4553    4.8051 .0000E+00 .3716E-01    1.1335 .3205E-01 .4749E-02    0.0011 .8531E-06 .3487E-0
  352         0.00  0.082  0.000  0.5010    5.3226 .0000E+00 .3830E-01    1.1356 .3211E-01 .4755E-02    0.0012 .8809E-06 .3543E-0
  353  *      0.25  0.000  0.036  0.4977    5.9653 .0000E+00 .3972E-01    1.1408 .3226E-01 .4772E-02    0.0012 .9033E-06 .3588E-0
  354  *      0.15  0.000  0.030  0.4944    5.8733 .0000E+00 .3952E-01    1.1476 .3245E-01 .4794E-02    0.0012 .9228E-06 .3626E-0
  355  *      0.17  0.000  0.034  0.4911    5.7941 .0000E+00 .3934E-01    1.1533 .3261E-01 .4813E-02    0.0012 .9440E-06 .3668E-0
  356  *      0.35  0.000  0.000  0.4878    5.7038 .0000E+00 .3914E-01    1.1581 .3275E-01 .4828E-02    0.0006 .4833E-06 .2778E-0
  357         0.10  0.217  0.000  0.5010    5.8657 .0000E+00 .3950E-01    1.1626 .3287E-01 .4843E-02    0.0012 .9846E-06 .3744E-0
  358         0.00  0.279  0.004  0.4970    5.9580 .0000E+00 .3971E-01    1.1674 .3301E-01 .4858E-02    0.0012 .1007E-05 .3785E-0
  359         0.00  0.096  0.023  0.5010    5.9581 .0000E+00 .3971E-01    1.1722 .3314E-01 .4874E-02    0.0013 .1028E-05 .3826E-0
  360  *      0.00  0.000  0.040  0.4929    5.9154 .0000E+00 .3961E-01    1.1765 .3327E-01 .4888E-02    0.0013 .1050E-05 .3867E-0
  361  *      0.00  0.000  0.034  0.4808    5.6550 .0000E+00 .3904E-01    1.1797 .3336E-01 .4898E-02    0.0013 .1073E-05 .3909E-0
  362         0.00  0.000  0.040  0.4677    5.3248 .0000E+00 .3831E-01    1.1810 .3339E-01 .4902E-02    0.0013 .1099E-05 .3955E-0
  363         0.00  0.000  0.044  0.4542    4.9795 .0000E+00 .3754E-01    1.1803 .3337E-01 .4900E-02    0.0013 .1127E-05 .4006E-0
  364         0.00  0.000  0.037  0.4418    4.6841 .0000E+00 .3689E-01    1.1777 .3330E-01 .4892E-02    0.0013 .1157E-05 .5082E-0
  365         0.00  0.000  0.040  0.4291    4.4124 .0000E+00 .3629E-01    1.1737 .3319E-01 .4879E-02    0.0014 .1197E-05 .4129E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   21
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    2.33    3.10    4.96    2.74    3.16    1.97
                                  4.58    4.72    3.78    4.57    3.32    2.95
 
 RUNOFF                           0.909   1.946   1.327   0.116   0.011   0.000
                                  0.021   0.176   0.091   0.173   0.575   1.082
 
 EVAPOTRANSPIRATION               1.396   0.654   2.420   2.330   4.389   1.971
                                  4.519   3.567   3.844   2.053   1.648   0.811
 
 PERCOLATION/LEAKAGE THROUGH      1.0580  0.2087  0.8000  0.4387  0.3971  0.0000
   LAYER  2                       0.0399  0.2969  0.2587  0.7455  1.0903  1.1650
 
 LATERAL DRAINAGE COLLECTED       0.9738  0.4488  0.4301  0.5585  0.4093  0.0376
   FROM LAYER  3                  0.0265  0.0892  0.3508  0.3914  0.8690  0.9969
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1449  0.0759  0.0738  0.0920  0.0731  0.0112
   LAYER  4                       0.0083  0.0186  0.0642  0.0687  0.1317  0.1476
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1148  0.1412  0.0814  0.0936  0.0959  0.0972
   LAYER  7                       0.0582  0.0350  0.0142  0.0172  0.0245  0.1036
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            3.436   0.132   2.865   0.912   0.858   0.000
   TOP OF LAYER  2                0.004   0.460   0.244   1.683   4.438   4.997
 
 STD. DEVIATION OF DAILY          1.504   0.265   1.933   1.226   1.418   0.000
   HEAD ON TOP OF LAYER  2        0.015   0.747   0.400   1.383   0.918   0.844
 
 AVERAGE DAILY HEAD ON            1.111   0.567   0.491   0.658   0.467   0.044
   TOP OF LAYER  4                0.030   0.102   0.414   0.447   1.024   1.137
 
 STD. DEVIATION OF DAILY          0.056   0.308   0.320   0.289   0.196   0.037
   HEAD ON TOP OF LAYER  4        0.030   0.164   0.194   0.286   0.060   0.029
 
 AVERAGE DAILY HEAD ON            0.001   0.002   0.001   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************



 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   21
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           42.18         382783.406    100.00
 
   RUNOFF                                   6.426         58314.824     15.23
 
   EVAPOTRANSPIRATION                      29.602        268634.781     70.18
 
   PERC./LEAKAGE THROUGH LAYER  2           6.498537      58974.223     15.41
 
   AVG. HEAD ON TOP OF LAYER  2             1.6690
 
   DRAINAGE COLLECTED FROM LAYER  3         5.5820        50657.098     13.23
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.910102       8259.179      2.16
 
   AVG. HEAD ON TOP OF LAYER  4             0.5410
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.828      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.876804       7956.992      2.08
 
   AVG. HEAD ON TOP OF LAYER  7             0.0008
 
   CHANGE IN WATER STORAGE                 -0.307         -2782.210     -0.73
 
   SOIL WATER AT START OF YEAR            285.892       2594466.250
 
   SOIL WATER AT END OF YEAR              285.585       2591684.000
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000            0.097      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   22
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.13  0.000  0.055  0.4357    4.1341 .0000E+00 .3567E-01    1.1685 .3304E-01 .4862E-02    0.0014 .1230E-05 .4185E-0
    2         0.00  0.000  0.043  0.4227    3.9873 .0000E+00 .3535E-01    1.1624 .3287E-01 .4842E-02    0.0014 .1263E-05 .4240E-0
    3  *      0.38  0.000  0.039  0.4202    3.8862 .0000E+00 .3512E-01    1.1560 .3269E-01 .4821E-02    0.0014 .1294E-05 .4291E-0
    4  *      0.13  0.000  0.035  0.4176    3.7877 .0000E+00 .3491E-01    1.1496 .3250E-01 .4801E-02    0.0014 .1323E-05 .4339E-0
    5         0.00  0.000  0.041  0.4177    3.6970 .0000E+00 .3471E-01    1.1431 .3232E-01 .4780E-02    0.0007 .6753E-06 .3286E-0
    6  *      0.10  0.000  0.039  0.4152    3.6534 .0000E+00 .3461E-01    1.1368 .3214E-01 .4759E-02    0.0015 .1368E-05 .4415E-0
    7  *      0.00  0.000  0.031  0.4128    3.6280 .0000E+00 .3455E-01    1.1308 .3197E-01 .4740E-02    0.0015 .1392E-05 .4453E-0
    8  *      0.00  0.000  0.037  0.4104    3.5616 .0000E+00 .3441E-01    1.1250 .3181E-01 .4721E-02    0.0015 .1413E-05 .4486E-0
    9         1.06  0.701  0.000  0.5010    4.8744 .0000E+00 .3731E-01    1.1224 .3174E-01 .4712E-02    0.0015 .1429E-05 .4510E-0
   10         1.45  1.450  0.000  0.4977    5.9656 .0000E+00 .3972E-01    1.1270 .3187E-01 .4727E-02    0.0015 .1432E-05 .4512E-0
   11         0.00  0.000  0.070  0.4815    5.7441 .0000E+00 .3923E-01    1.1347 .3208E-01 .4752E-02    0.0015 .1427E-05 .5628E-0
   12         0.00  0.000  0.049  0.4669    5.3325 .0000E+00 .3832E-01    1.1400 .3223E-01 .4770E-02    0.0015 .1421E-05 .4497E-0
   13         0.04  0.000  0.054  0.4584    4.9808 .0000E+00 .3754E-01    1.1427 .3231E-01 .4778E-02    0.0015 .1425E-05 .4503E-0
   14  *      0.00  0.000  0.042  0.4452    4.7272 .0000E+00 .3698E-01    1.1433 .3233E-01 .4780E-02    0.0015 .1434E-05 .4516E-0
   15         0.00  0.000  0.046  0.4315    4.4418 .0000E+00 .3635E-01    1.1423 .3230E-01 .4777E-02    0.0015 .1445E-05 .4534E-0
   16         0.00  0.000  0.052  0.4169    4.1464 .0000E+00 .3570E-01    1.1398 .3223E-01 .4769E-02    0.0015 .1458E-05 .4555E-0
   17         0.03  0.000  0.061  0.4059    3.8654 .0000E+00 .3508E-01    1.1358 .3212E-01 .4756E-02    0.0015 .1474E-05 .4579E-0
   18         0.07  0.000  0.058  0.4021    3.6509 .0000E+00 .3460E-01    1.1307 .3197E-01 .4739E-02    0.0015 .1490E-05 .4604E-0
   19  *      0.27  0.000  0.038  0.3997    3.4455 .0000E+00 .3415E-01    1.1247 .3180E-01 .4720E-02    0.0015 .1507E-05 .4630E-0
   20         0.00  0.000  0.032  0.4242    3.3599 .0000E+00 .3396E-01    1.1184 .3162E-01 .4699E-02    0.0015 .1523E-05 .4654E-0
   21  *      0.00  0.000  0.000  0.4183    3.9390 .0000E+00 .3524E-01    1.1135 .3148E-01 .4684E-02    0.0015 .1535E-05 .4671E-0
   22  *      0.00  0.000  0.037  0.4062    3.7560 .0000E+00 .3484E-01    1.1107 .3140E-01 .4674E-02    0.0015 .1541E-05 .4681E-0
   23  *      0.00  0.000  0.046  0.3928    3.5347 .0000E+00 .3435E-01    1.1070 .3130E-01 .4662E-02    0.0015 .1548E-05 .4692E-0
   24         0.07  0.000  0.064  0.3882    3.3021 .0000E+00 .3383E-01    1.1022 .3117E-01 .4647E-02    0.0016 .1557E-05 .4705E-0
   25         0.00  0.000  0.050  0.3743    3.0705 .0000E+00 .3332E-01    1.0966 .3101E-01 .4628E-02    0.0016 .1566E-05 .4719E-0



   26         1.87  1.015  0.058  0.5010    4.4204 .0000E+00 .3631E-01    1.0935 .3092E-01 .4618E-02    0.0016 .1569E-05 .4723E-0
   27         0.00  0.000  0.048  0.4864    5.8495 .0000E+00 .3947E-01    1.0987 .3106E-01 .4635E-02    0.0008 .7772E-06 .3527E-0
   28  *      0.00  0.000  0.048  0.4720    5.4634 .0000E+00 .3861E-01    1.1076 .3132E-01 .4664E-02    0.0015 .1541E-05 .4678E-0
   29  *      0.00  0.000  0.041  0.4588    5.0961 .0000E+00 .3780E-01    1.1137 .3149E-01 .4684E-02    0.0015 .1526E-05 .5819E-0
   30  *      0.00  0.000  0.045  0.4452    4.7851 .0000E+00 .3711E-01    1.1172 .3159E-01 .4696E-02    0.0015 .1515E-05 .4642E-0
   31  *      0.07  0.000  0.036  0.4424    4.5413 .0000E+00 .3657E-01    1.1188 .3164E-01 .4701E-02    0.0008 .7566E-06 .3480E-0
   32  *      0.00  0.000  0.052  0.4302    4.3383 .0000E+00 .3612E-01    1.1190 .3164E-01 .4701E-02    0.0015 .1515E-05 .4642E-0
   33  *  *   1.09  0.000  0.030  0.4251    1.7373 .0000E+00 .3037E-01    1.1127 .3146E-01 .4681E-02    0.0015 .1525E-05 .4660E-0
   34  *  *   0.00  0.000  0.039  0.4204    0.8110 .0000E+00 .2832E-01    1.0956 .3098E-01 .4625E-02    0.0015 .1553E-05 .4706E-0
   35  *  *   0.00  0.000  0.033  0.4157    0.6809 .0000E+00 .2804E-01    1.0764 .3044E-01 .4562E-02    0.0016 .1588E-05 .4760E-0
   36  *  *   0.00  0.000  0.031  0.4111    0.5522 .0000E+00 .2775E-01    1.0580 .2992E-01 .4502E-02    0.0016 .1621E-05 .6011E-0
   37  *  *   0.19  0.000  0.026  0.4065    0.4248 .0000E+00 .2747E-01    1.0404 .2942E-01 .4444E-02    0.0016 .1659E-05 .4856E-0
   38  *  *   0.00  0.000  0.030  0.4020    0.2987 .0000E+00 .2719E-01    1.0235 .2894E-01 .4388E-02    0.0016 .1680E-05 .4886E-0
   39  *  *   0.03  0.000  0.000  0.3975    0.1739 .0000E+00 .2692E-01    1.0072 .2848E-01 .4334E-02    0.0016 .1696E-05 .4909E-0
   40     *   0.50  0.143  0.000  0.4255    0.0503 .0000E+00 .2093E-01    0.9859 .2788E-01 .4263E-02    0.0016 .1721E-05 .4945E-0
   41     *   0.66  1.785  0.000  0.4528    0.0000 .0000E+00 .2776E-16    0.9359 .2646E-01 .4095E-02    0.0017 .1808E-05 .5067E-0
   42     *   0.00  0.000  0.000  0.4528    0.0000 .0000E+00 .0000E+00    0.8564 .2421E-01 .3823E-02    0.0017 .1957E-05 .5271E-0
   43  *  *   0.00  0.000  0.000  0.4528    0.0000 .0000E+00 .0000E+00    0.7834 .2215E-01 .3569E-02    0.0018 .2081E-05 .5433E-0
   44  *  *   0.00  0.000  0.000  0.4528    0.0000 .0000E+00 .0000E+00    0.7164 .2026E-01 .3332E-02    0.0018 .2179E-05 .5559E-0
   45     *   0.00  0.000  0.000  0.4528    0.0000 .0000E+00 .0000E+00    0.6550 .1852E-01 .3110E-02    0.0009 .1126E-05 .4252E-0
   46  *  *   0.38  0.000  0.038  0.4528    0.0000 .0000E+00 .0000E+00    0.5987 .1693E-01 .2902E-02    0.0019 .2258E-05 .7118E-0
   47     *   0.00  0.198  0.044  0.4530    0.0000 .0000E+00 .0000E+00    0.5471 .1547E-01 .2708E-02    0.0010 .1186E-05 .4333E-0
   48     *   0.00  0.026  0.073  0.4530    0.0000 .0000E+00 .0000E+00    0.4998 .1413E-01 .2527E-02    0.0019 .2333E-05 .5773E-0
   49  *  *   0.00  0.000  0.000  0.4530    0.0000 .0000E+00 .0000E+00    0.4564 .1291E-01 .2357E-02    0.0019 .2339E-05 .5778E-0
   50  *  *   0.00  0.000  0.000  0.4530    0.0000 .0000E+00 .0000E+00    0.4167 .1178E-01 .2198E-02    0.0019 .2331E-05 .5767E-0
   51  *  *   0.15  0.000  0.048  0.4530    0.0000 .0000E+00 .0000E+00    0.3804 .1075E-01 .2050E-02    0.0019 .2312E-05 .7159E-0
   52  *  *   0.00  0.000  0.054  0.4530    0.0000 .0000E+00 .0000E+00    0.3470 .9813E-02 .1911E-02    0.0019 .2290E-05 .5695E-0
   53     *   0.00  0.000  0.048  0.4530    0.0000 .0000E+00 .0000E+00    0.3165 .8950E-02 .1781E-02    0.0019 .2250E-05 .5645E-0
   54  *  *   0.31  0.000  0.039  0.4530    0.0000 .0000E+00 .0000E+00    0.2886 .8161E-02 .1659E-02    0.0009 .1120E-05 .4208E-0
   55     *   0.00  0.225  0.037  0.4545    0.0000 .0000E+00 .0000E+00    0.2631 .7439E-02 .1546E-02    0.0018 .2156E-05 .5540E-0
   56     *   0.00  0.000  0.000  0.4545    0.0000 .0000E+00 .0000E+00    0.2397 .6778E-02 .1440E-02    0.0018 .2104E-05 .5472E-0
   57     *   0.01  0.000  0.005  0.4553    0.0000 .0000E+00 .0000E+00    0.2184 .6174E-02 .1341E-02    0.0018 .2049E-05 .5399E-0
   58     *   0.00  0.000  0.000  0.4553    0.0000 .0000E+00 .0000E+00    0.1988 .5622E-02 .1248E-02    0.0018 .1991E-05 .5322E-0
   59     *   0.00  0.000  0.000  0.4553    0.0000 .0000E+00 .0000E+00    0.1810 .5117E-02 .1162E-02    0.0017 .1933E-05 .5243E-0
   60     *   0.46  0.418  0.006  0.4612    0.0000 .0000E+00 .0000E+00    0.1646 .4655E-02 .1081E-02    0.0017 .1873E-05 .5161E-0
   61     *   0.00  0.000  0.000  0.4612    0.0000 .0000E+00 .0000E+00    0.1497 .4234E-02 .1005E-02    0.0017 .1813E-05 .5078E-0
   62     *   0.00  0.000  0.000  0.4612    0.0000 .0000E+00 .0000E+00    0.1361 .3849E-02 .9349E-03    0.0016 .1754E-05 .4993E-0
   63     *   0.05  0.031  0.006  0.4633    0.0000 .0000E+00 .0000E+00    0.1237 .3497E-02 .8691E-03    0.0016 .1695E-05 .4908E-0
   64     *   0.07  0.053  0.006  0.4651    0.0000 .0000E+00 .0000E+00    0.1123 .3176E-02 .8077E-03    0.0016 .1636E-05 .4823E-0
   65     *   0.00  0.000  0.000  0.4648    0.0019 .0000E+00 .1624E-02    0.1036 .2929E-02 .7594E-03    0.0016 .1576E-05 .4731E-0
   66     *   0.01  0.003  0.005  0.4648    0.0013 .0000E+00 .2222E-02    0.0988 .2794E-02 .7326E-03    0.0015 .1507E-05 .4624E-0
   67         0.00  0.000  0.098  0.4438    3.6939 .0000E+00 .2807E-01    0.1211 .3424E-02 .8536E-03    0.0015 .1382E-05 .4410E-0
   68         0.78  0.325  0.073  0.5010    5.2975 .0000E+00 .3824E-01    0.1930 .5458E-02 .1219E-02    0.0014 .1153E-05 .3996E-0
   69         0.12  0.114  0.088  0.4808    5.7923 .0000E+00 .3934E-01    0.2762 .7809E-02 .1604E-02    0.0012 .9061E-06 .3535E-0
   70         0.17  0.006  0.100  0.4850    5.4615 .0000E+00 .3861E-01    0.3533 .9990E-02 .1937E-02    0.0011 .7116E-06 .3135E-0
   71         0.00  0.000  0.120  0.4586    5.3065 .0000E+00 .3826E-01    0.4224 .1194E-01 .2221E-02    0.0010 .5695E-06 .3489E-0
   72         0.21  0.000  0.096  0.4714    4.9221 .0000E+00 .3741E-01    0.4842 .1369E-01 .2466E-02    0.0008 .4317E-06 .2478E-0
   73         0.00  0.000  0.103  0.4480    5.0152 .0000E+00 .3762E-01    0.5398 .1526E-01 .2680E-02    0.0007 .3621E-06 .2270E-0
   74         0.00  0.000  0.092  0.4266    4.5494 .0000E+00 .3659E-01    0.5900 .1668E-01 .2870E-02    0.0003 .1539E-06 .1573E-0
   75         0.00  0.000  0.081  0.4071    4.1468 .0000E+00 .3570E-01    0.6334 .1791E-01 .3031E-02    0.0007 .2867E-06 .2001E-0
   76  *      0.00  0.000  0.068  0.3899    3.8294 .0000E+00 .3500E-01    0.6711 .1898E-01 .3169E-02    0.0006 .2561E-06 .1894E-0
   77         0.00  0.000  0.063  0.3737    3.5692 .0000E+00 .3442E-01    0.7040 .1991E-01 .3288E-02    0.0006 .2346E-06 .1815E-0
   78         0.00  0.000  0.065  0.3571    3.3148 .0000E+00 .3386E-01    0.7327 .2072E-01 .3390E-02    0.0006 .2199E-06 .1759E-0
   79         0.00  0.000  0.079  0.3384    3.0510 .0000E+00 .3328E-01    0.7575 .2142E-01 .3478E-02    0.0006 .2107E-06 .1724E-0
   80         0.05  0.000  0.084  0.3273    2.8112 .0000E+00 .3275E-01    0.7788 .2202E-01 .3553E-02    0.0006 .2059E-06 .1706E-0
   81         0.01  0.000  0.108  0.3055    2.5871 .0000E+00 .3225E-01    0.7970 .2253E-01 .3617E-02    0.0006 .2049E-06 .1703E-0
   82         0.00  0.000  0.156  0.2743    2.1926 .0000E+00 .3138E-01    0.8120 .2296E-01 .3670E-02    0.0006 .2073E-06 .2151E-0
   83         0.09  0.000  0.100  0.2676    1.8293 .0000E+00 .3058E-01    0.8236 .2329E-01 .3710E-02    0.0006 .2136E-06 .1747E-0
   84         0.00  0.000  0.103  0.2454    1.6480 .0000E+00 .3018E-01    0.8325 .2354E-01 .3741E-02    0.0006 .2232E-06 .1786E-0
   85         0.00  0.000  0.104  0.2231    1.3424 .0000E+00 .2950E-01    0.8393 .2373E-01 .3765E-02    0.0006 .2349E-06 .1832E-0
   86         0.00  0.000  0.101  0.2016    0.9513 .0000E+00 .2864E-01    0.8437 .2386E-01 .3780E-02    0.0006 .2492E-06 .1887E-0
   87         0.09  0.000  0.097  0.1956    0.7731 .0000E+00 .2824E-01    0.8459 .2392E-01 .3787E-02    0.0006 .2656E-06 .1948E-0
   88         0.00  0.000  0.131  0.1692    0.4498 .0000E+00 .2753E-01    0.8466 .2394E-01 .3790E-02    0.0007 .2836E-06 .2013E-0
   89         0.00  0.000  0.118  0.1488    0.0333 .0000E+00 .4582E-02    0.8233 .2328E-01 .3709E-02    0.0004 .1628E-06 .1612E-0
   90         0.00  0.000  0.081  0.1353    0.0000 .0000E+00 .0000E+00    0.7604 .2150E-01 .3488E-02    0.0008 .3820E-06 .2360E-0
   91         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.6953 .1966E-01 .3256E-02    0.0008 .4735E-06 .2625E-0
   92         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6357 .1797E-01 .3039E-02    0.0009 .5657E-06 .3593E-0
   93         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5810 .1643E-01 .2836E-02    0.0010 .6840E-06 .3118E-0
   94         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5309 .1501E-01 .2646E-02    0.0011 .7620E-06 .3290E-0
   95         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4849 .1371E-01 .2469E-02    0.0011 .8319E-06 .3437E-0
   96         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4428 .1252E-01 .2303E-02    0.0012 .8932E-06 .3561E-0
   97         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4042 .1143E-01 .2147E-02    0.0012 .9459E-06 .3664E-0
   98         0.32  0.000  0.019  0.1852    0.0000 .0000E+00 .0000E+00    0.3689 .1043E-01 .2002E-02    0.0012 .9902E-06 .3749E-0
   99         0.00  0.000  0.021  0.1817    0.0000 .0000E+00 .0000E+00    0.3366 .9517E-02 .1866E-02    0.0013 .1026E-05 .3816E-0
  100         0.00  0.000  0.024  0.1777    0.0000 .0000E+00 .0000E+00    0.3070 .8679E-02 .1739E-02    0.0013 .1055E-05 .3869E-0
  101         0.00  0.000  0.023  0.1738    0.0000 .0000E+00 .0000E+00    0.2799 .7913E-02 .1621E-02    0.0013 .1077E-05 .3908E-0
  102         0.00  0.000  0.022  0.1700    0.0000 .0000E+00 .0000E+00    0.2551 .7212E-02 .1510E-02    0.0013 .1092E-05 .3935E-0
  103         0.00  0.000  0.022  0.1664    0.0000 .0000E+00 .0000E+00    0.2324 .6571E-02 .1406E-02    0.0007 .5566E-06 .2972E-0
  104         0.00  0.000  0.021  0.1629    0.0000 .0000E+00 .0000E+00    0.2116 .5984E-02 .1309E-02    0.0013 .1097E-05 .3957E-0
  105         0.06  0.000  0.026  0.1687    0.0000 .0000E+00 .0000E+00    0.1927 .5448E-02 .1219E-02    0.0013 .1098E-05 .3957E-0
  106         0.00  0.000  0.022  0.1650    0.0000 .0000E+00 .0000E+00    0.1753 .4958E-02 .1134E-02    0.0013 .1095E-05 .3951E-0
  107         0.00  0.000  0.022  0.1614    0.0000 .0000E+00 .0000E+00    0.1595 .4510E-02 .1055E-02    0.0013 .1088E-05 .3937E-0
  108         1.23  0.076  0.026  0.3494    0.0000 .0000E+00 .0000E+00    0.1450 .4101E-02 .9814E-03    0.0013 .1078E-05 .4888E-0
  109         0.00  0.000  0.170  0.3174    1.0088 .0000E+00 .2213E-01    0.1538 .4349E-02 .1026E-02    0.0012 .1006E-05 .3778E-0
  110         0.00  0.000  0.195  0.2799    1.4865 .0000E+00 .2982E-01    0.2050 .5796E-02 .1277E-02    0.0011 .8386E-06 .3449E-0
  111         0.00  0.000  0.137  0.2522    1.2796 .0000E+00 .2936E-01    0.2637 .7456E-02 .1548E-02    0.0010 .6858E-06 .3120E-0
  112         0.19  0.000  0.139  0.2558    1.0837 .0000E+00 .2893E-01    0.3162 .8941E-02 .1779E-02    0.0009 .5714E-06 .2849E-0
  113         0.54  0.000  0.160  0.3144    0.9149 .0000E+00 .2855E-01    0.3632 .1027E-01 .1978E-02    0.0004 .2422E-06 .1970E-0
  114         0.00  0.000  0.204  0.2757    0.7642 .0000E+00 .2822E-01    0.4053 .1146E-01 .2152E-02    0.0008 .4412E-06 .2482E-0
  115         0.00  0.000  0.172  0.2425    0.6237 .0000E+00 .2791E-01    0.4430 .1253E-01 .2303E-02    0.0008 .3843E-06 .2318E-0
  116         0.00  0.000  0.195  0.2053    0.4692 .0000E+00 .2757E-01    0.4767 .1348E-01 .2437E-02    0.0007 .3402E-06 .2183E-0
  117         0.00  0.000  0.165  0.1733    0.3475 .0000E+00 .2730E-01    0.5068 .1433E-01 .2554E-02    0.0007 .3061E-06 .2072E-0
  118         0.00  0.000  0.084  0.1570    0.1217 .0000E+00 .1350E-01    0.5202 .1471E-01 .2605E-02    0.0007 .2885E-06 .2020E-0
  119         0.96  0.022  0.070  0.3017    0.0000 .0000E+00 .0000E+00    0.4968 .1405E-01 .2515E-02    0.0007 .3041E-06 .2092E-0
  120         0.00  0.000  0.202  0.2680    0.0000 .0000E+00 .0000E+00    0.4537 .1283E-01 .2346E-02    0.0007 .3495E-06 .2250E-0
  121         0.00  0.000  0.198  0.2334    0.0129 .0000E+00 .1009E-01    0.4243 .1200E-01 .2228E-02    0.0008 .3935E-06 .2982E-0



  122         0.00  0.000  0.165  0.2060    0.0000 .0000E+00 .0000E+00    0.4035 .1141E-01 .2144E-02    0.0008 .4344E-06 .2485E-0
  123         0.00  0.000  0.176  0.1767    0.0000 .0000E+00 .0000E+00    0.3682 .1041E-01 .1999E-02    0.0004 .2415E-06 .1963E-0
  124         0.00  0.000  0.086  0.1623    0.0000 .0000E+00 .0000E+00    0.3359 .9498E-02 .1864E-02    0.0009 .5071E-06 .2701E-0
  125         0.00  0.000  0.066  0.1512    0.0000 .0000E+00 .0000E+00    0.3064 .8663E-02 .1737E-02    0.0009 .5465E-06 .2802E-0
  126         0.00  0.000  0.058  0.1416    0.0000 .0000E+00 .0000E+00    0.2793 .7898E-02 .1618E-02    0.0009 .5813E-06 .2888E-0
  127         0.19  0.000  0.056  0.1639    0.0000 .0000E+00 .0000E+00    0.2546 .7198E-02 .1508E-02    0.0010 .6116E-06 .2960E-0
  128         0.13  0.000  0.035  0.1798    0.0000 .0000E+00 .0000E+00    0.2319 .6558E-02 .1404E-02    0.0010 .6374E-06 .3775E-0
  129         0.08  0.000  0.035  0.1873    0.0000 .0000E+00 .0000E+00    0.2112 .5972E-02 .1307E-02    0.0010 .6690E-06 .3081E-0
  130         0.00  0.000  0.029  0.1826    0.0000 .0000E+00 .0000E+00    0.1923 .5437E-02 .1217E-02    0.0005 .3456E-06 .2344E-0
  131         0.00  0.000  0.034  0.1769    0.0000 .0000E+00 .0000E+00    0.1750 .4948E-02 .1132E-02    0.0010 .6899E-06 .3921E-0
  132         0.00  0.000  0.032  0.1716    0.0000 .0000E+00 .0000E+00    0.1592 .4501E-02 .1054E-02    0.0010 .7066E-06 .3166E-0
  133         0.00  0.000  0.031  0.1664    0.0000 .0000E+00 .0000E+00    0.1448 .4093E-02 .9799E-03    0.0005 .3562E-06 .2390E-0
  134         0.00  0.000  0.031  0.1613    0.0000 .0000E+00 .0000E+00    0.1316 .3720E-02 .9111E-03    0.0010 .7110E-06 .3185E-0
  135         0.00  0.000  0.029  0.1565    0.0000 .0000E+00 .0000E+00    0.1195 .3380E-02 .8468E-03    0.0010 .7123E-06 .3187E-0
  136         0.00  0.000  0.030  0.1515    0.0000 .0000E+00 .0000E+00    0.1086 .3069E-02 .7869E-03    0.0010 .7077E-06 .3974E-0
  137         0.07  0.000  0.035  0.1572    0.0000 .0000E+00 .0000E+00    0.0985 .2786E-02 .7309E-03    0.0010 .7104E-06 .3175E-0
  138         0.00  0.000  0.031  0.1520    0.0000 .0000E+00 .0000E+00    0.0894 .2528E-02 .6787E-03    0.0005 .3524E-06 .2378E-0
  139         0.10  0.000  0.035  0.1628    0.0000 .0000E+00 .0000E+00    0.0811 .2292E-02 .6300E-03    0.0010 .6968E-06 .3150E-0
  140         0.00  0.000  0.033  0.1573    0.0000 .0000E+00 .0000E+00    0.0735 .2078E-02 .5846E-03    0.0010 .6889E-06 .3908E-0
  141         0.03  0.000  0.037  0.1561    0.0000 .0000E+00 .0000E+00    0.0666 .1882E-02 .5422E-03    0.0010 .6798E-06 .3105E-0
  142         0.00  0.000  0.030  0.1512    0.0000 .0000E+00 .0000E+00    0.0603 .1704E-02 .5027E-03    0.0010 .6693E-06 .3081E-0
  143         0.00  0.000  0.025  0.1471    0.0000 .0000E+00 .0000E+00    0.0545 .1542E-02 .4659E-03    0.0005 .3290E-06 .2297E-0
  144         0.00  0.000  0.023  0.1432    0.0000 .0000E+00 .0000E+00    0.0493 .1395E-02 .4316E-03    0.0010 .6472E-06 .3034E-0
  145         0.00  0.000  0.023  0.1394    0.0000 .0000E+00 .0000E+00    0.0446 .1261E-02 .3997E-03    0.0010 .6350E-06 .3005E-0
  146         0.00  0.000  0.020  0.1361    0.0000 .0000E+00 .0000E+00    0.0403 .1139E-02 .3700E-03    0.0010 .6223E-06 .2975E-0
  147         0.00  0.000  0.005  0.1353    0.0000 .0000E+00 .0000E+00    0.0364 .1028E-02 .3423E-03    0.0010 .6093E-06 .2944E-0
  148         0.91  0.014  0.030  0.2796    0.0000 .0000E+00 .0000E+00    0.0328 .9280E-03 .3165E-03    0.0010 .5961E-06 .2911E-0
  149         0.67  0.024  0.204  0.3510    0.2924 .0000E+00 .1391E-01    0.0434 .1227E-02 .3898E-03    0.0009 .5588E-06 .2806E-0
  150         0.00  0.000  0.217  0.3097    1.6546 .0000E+00 .3019E-01    0.0915 .2586E-02 .6875E-03    0.0009 .4603E-06 .2516E-0
  151         0.00  0.000  0.200  0.2714    1.4781 .0000E+00 .2980E-01    0.1610 .4552E-02 .1061E-02    0.0007 .3342E-06 .2128E-0
  152         0.04  0.000  0.154  0.2474    1.2684 .0000E+00 .2934E-01    0.2234 .6317E-02 .1364E-02    0.0006 .2359E-06 .2218E-0
  153         0.03  0.000  0.210  0.2126    1.0116 .0000E+00 .2877E-01    0.2792 .7893E-02 .1617E-02    0.0005 .1492E-06 .1457E-0
  154         0.31  0.000  0.225  0.2220    0.7804 .0000E+00 .2826E-01    0.3287 .9295E-02 .1833E-02    0.0004 .1096E-06 .1250E-0
  155         0.00  0.000  0.260  0.1741    0.4224 .0000E+00 .2747E-01    0.3725 .1053E-01 .2017E-02    0.0004 .8208E-07 .1082E-0
  156         0.00  0.000  0.220  0.1374    0.0245 .0000E+00 .0000E+00    0.3840 .1086E-01 .2065E-02    0.0002 .3904E-07 .7894E-0
  157         0.42  0.000  0.119  0.1876    0.0000 .0000E+00 .0000E+00    0.3504 .9908E-02 .1925E-02    0.0004 .9416E-07 .1175E-0
  158         0.00  0.000  0.192  0.1557    0.0000 .0000E+00 .0000E+00    0.3196 .9038E-02 .1794E-02    0.0004 .1198E-06 .1322E-0
  159         0.00  0.000  0.102  0.1387    0.0000 .0000E+00 .0000E+00    0.2915 .8241E-02 .1672E-02    0.0005 .1456E-06 .1454E-0
  160         1.49  0.155  0.090  0.3462    0.0000 .0000E+00 .0000E+00    0.2657 .7512E-02 .1558E-02    0.0005 .1710E-06 .1974E-0
  161         0.00  0.000  0.241  0.3024    0.8343 .0000E+00 .2174E-01    0.2637 .7456E-02 .1549E-02    0.0005 .1822E-06 .1610E-0
  162         0.18  0.000  0.185  0.2966    1.3093 .0000E+00 .2943E-01    0.3045 .8608E-02 .1728E-02    0.0005 .1442E-06 .1433E-0
  163         0.00  0.000  0.231  0.2533    1.0915 .0000E+00 .2895E-01    0.3536 .9999E-02 .1938E-02    0.0004 .1068E-06 .1234E-0
  164         0.00  0.000  0.234  0.2095    0.8950 .0000E+00 .2851E-01    0.3974 .1124E-01 .2120E-02    0.0004 .8054E-07 .1072E-0
  165         0.00  0.000  0.255  0.1623    0.5211 .0000E+00 .2768E-01    0.4360 .1233E-01 .2276E-02    0.0003 .6217E-07 .9422E-0
  166         0.00  0.000  0.164  0.1350    0.0171 .0000E+00 .0000E+00    0.4426 .1251E-01 .2302E-02    0.0003 .6271E-07 .9463E-0
  167         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4040 .1142E-01 .2146E-02    0.0004 .8928E-07 .1128E-0
  168         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3687 .1043E-01 .2001E-02    0.0004 .1174E-06 .1293E-0
  169         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3364 .9512E-02 .1866E-02    0.0005 .1460E-06 .1442E-0
  170         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3068 .8675E-02 .1739E-02    0.0005 .1744E-06 .1575E-0
  171         1.14  0.054  0.107  0.2981    0.0000 .0000E+00 .0000E+00    0.2797 .7909E-02 .1620E-02    0.0003 .1010E-06 .1271E-0
  172         0.00  0.000  0.253  0.2537    0.0446 .0000E+00 .1336E-01    0.2682 .7584E-02 .1569E-02    0.0006 .2092E-06 .2167E-0
  173         0.00  0.000  0.258  0.2088    0.0254 .0000E+00 .1125E-01    0.2771 .7834E-02 .1608E-02    0.0006 .2034E-06 .1701E-0
  174         0.00  0.000  0.227  0.1705    0.0053 .0000E+00 .2632E-02    0.2732 .7725E-02 .1591E-02    0.0003 .1034E-06 .1287E-0
  175         0.00  0.000  0.213  0.1350    0.0000 .0000E+00 .0000E+00    0.2532 .7160E-02 .1501E-02    0.0006 .2199E-06 .2229E-0
  176         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2307 .6523E-02 .1398E-02    0.0006 .2525E-06 .1894E-0
  177         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2101 .5940E-02 .1302E-02    0.0003 .1376E-06 .1484E-0
  178         0.18  0.000  0.066  0.1541    0.0000 .0000E+00 .0000E+00    0.1913 .5408E-02 .1212E-02    0.0007 .2875E-06 .2543E-0
  179         0.00  0.000  0.057  0.1446    0.0000 .0000E+00 .0000E+00    0.1741 .4921E-02 .1128E-02    0.0007 .3145E-06 .2114E-0
  180         0.00  0.000  0.045  0.1370    0.0000 .0000E+00 .0000E+00    0.1583 .4477E-02 .1049E-02    0.0007 .3311E-06 .2169E-0
  181         0.00  0.000  0.009  0.1355    0.0000 .0000E+00 .0000E+00    0.1440 .4071E-02 .9758E-03    0.0007 .3457E-06 .2216E-0
  182         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1308 .3700E-02 .9073E-03    0.0007 .3583E-06 .2256E-0
  183         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1189 .3361E-02 .8433E-03    0.0004 .1858E-06 .1720E-0
  184         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1080 .3052E-02 .7835E-03    0.0008 .3733E-06 .2310E-0
  185         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0980 .2771E-02 .7278E-03    0.0008 .3811E-06 .2333E-0
  186         1.19  0.066  0.115  0.3031    0.0000 .0000E+00 .0000E+00    0.0889 .2514E-02 .6758E-03    0.0008 .3873E-06 .2351E-0
  187         0.22  0.000  0.262  0.2939    0.1584 .0000E+00 .1362E-01    0.0941 .2662E-02 .7055E-03    0.0008 .3761E-06 .2307E-0
  188         1.00  0.081  0.250  0.4006    0.7956 .0000E+00 .2829E-01    0.1353 .3827E-02 .9294E-03    0.0007 .3197E-06 .2101E-0
  189         0.00  0.000  0.247  0.3541    2.7353 .0000E+00 .3258E-01    0.2008 .5677E-02 .1257E-02    0.0006 .2340E-06 .2204E-0
  190         0.71  0.013  0.255  0.4223    2.6762 .0000E+00 .3245E-01    0.2673 .7558E-02 .1564E-02    0.0005 .1349E-06 .1386E-0
  191         0.00  0.000  0.253  0.3745    3.4756 .0000E+00 .3422E-01    0.3297 .9323E-02 .1837E-02    0.0004 .8842E-07 .1122E-0
  192         0.00  0.000  0.208  0.3342    2.9792 .0000E+00 .3312E-01    0.3886 .1099E-01 .2083E-02    0.0003 .5622E-07 .8958E-0
  193         0.00  0.000  0.233  0.2901    2.5586 .0000E+00 .3219E-01    0.4399 .1244E-01 .2291E-02    0.0002 .3597E-07 .7173E-0
  194         0.00  0.000  0.236  0.2456    1.9386 .0000E+00 .3082E-01    0.4839 .1368E-01 .2465E-02    0.0002 .2344E-07 .5799E-0
  195         1.16  0.077  0.210  0.3862    1.5732 .0000E+00 .3001E-01    0.5213 .1474E-01 .2610E-02    0.0002 .1588E-07 .4781E-0
  196         0.45  0.003  0.182  0.4249    2.7198 .0000E+00 .3255E-01    0.5568 .1574E-01 .2745E-02    0.0001 .4953E-08 .2888E-0
  197         0.00  0.000  0.233  0.3803    3.6975 .0000E+00 .3471E-01    0.5955 .1684E-01 .2891E-02    0.0001 .8072E-08 .3225E-0
  198         0.00  0.000  0.272  0.3294    3.1189 .0000E+00 .3343E-01    0.6332 .1790E-01 .3030E-02    0.0001 .4590E-08 .2402E-0
  199         0.00  0.000  0.202  0.2904    2.6438 .0000E+00 .3238E-01    0.6647 .1879E-01 .3145E-02    0.0001 .2662E-08 .1834E-0
  200         0.00  0.000  0.294  0.2363    1.8458 .0000E+00 .3061E-01    0.6901 .1951E-01 .3238E-02    0.0001 .1844E-08 .1546E-0
  201         0.25  0.000  0.206  0.2387    1.1887 .0000E+00 .2916E-01    0.7091 .2005E-01 .3306E-02    0.0001 .1728E-08 .1530E-0
  202         0.25  0.000  0.166  0.2480    0.8620 .0000E+00 .2844E-01    0.7235 .2046E-01 .3358E-02    0.0001 .2134E-08 .1727E-0
  203         0.23  0.000  0.194  0.2494    0.7080 .0000E+00 .2810E-01    0.7352 .2079E-01 .3399E-02    0.0001 .2991E-08 .2060E-0
  204         0.00  0.000  0.258  0.2019    0.4884 .0000E+00 .2761E-01    0.7449 .2106E-01 .3434E-02    0.0001 .4326E-08 .2487E-0
  205         0.63  0.000  0.146  0.2780    0.2209 .0000E+00 .2702E-01    0.7524 .2128E-01 .3460E-02    0.0001 .6720E-08 .3861E-0
  206         0.00  0.000  0.212  0.2402    0.0509 .0000E+00 .1451E-01    0.7459 .2109E-01 .3437E-02    0.0001 .1193E-07 .4165E-0
  207         0.00  0.000  0.253  0.1981    0.0000 .0000E+00 .0000E+00    0.7054 .1995E-01 .3293E-02    0.0002 .2806E-07 .6360E-0
  208         0.70  0.000  0.160  0.2880    0.0000 .0000E+00 .0000E+00    0.6450 .1824E-01 .3073E-02    0.0001 .2857E-07 .6844E-0
  209         0.06  0.000  0.185  0.2672    0.0000 .0000E+00 .0000E+00    0.5895 .1667E-01 .2868E-02    0.0003 .8323E-07 .1114E-0
  210         0.00  0.000  0.267  0.2227    0.0000 .0000E+00 .0000E+00    0.5386 .1523E-01 .2676E-02    0.0004 .1248E-06 .1708E-0
  211         0.13  0.000  0.214  0.2087    0.0000 .0000E+00 .0000E+00    0.4920 .1391E-01 .2497E-02    0.0005 .1838E-06 .1618E-0
  212         0.00  0.000  0.209  0.1738    0.0000 .0000E+00 .0000E+00    0.4493 .1271E-01 .2329E-02    0.0006 .2290E-06 .1806E-0
  213         0.00  0.000  0.200  0.1406    0.0000 .0000E+00 .0000E+00    0.4102 .1160E-01 .2172E-02    0.0007 .2735E-06 .1973E-0
  214         0.00  0.000  0.032  0.1352    0.0000 .0000E+00 .0000E+00    0.3744 .1059E-01 .2025E-02    0.0007 .3163E-06 .2121E-0
  215         0.10  0.000  0.040  0.1451    0.0000 .0000E+00 .0000E+00    0.3416 .9659E-02 .1888E-02    0.0007 .3566E-06 .2252E-0
  216         0.00  0.000  0.049  0.1370    0.0000 .0000E+00 .0000E+00    0.3116 .8809E-02 .1759E-02    0.0004 .1970E-06 .1776E-0
  217         0.99  0.026  0.154  0.2720    0.0000 .0000E+00 .0000E+00    0.2841 .8032E-02 .1639E-02    0.0008 .4147E-06 .2442E-0



  218         0.22  0.000  0.208  0.2740    0.0000 .0000E+00 .0000E+00    0.2589 .7321E-02 .1527E-02    0.0008 .4464E-06 .2532E-0
  219         0.00  0.000  0.263  0.2303    0.0000 .0000E+00 .0000E+00    0.2359 .6670E-02 .1422E-02    0.0009 .4746E-06 .2609E-0
  220         0.08  0.000  0.185  0.2127    0.0000 .0000E+00 .0000E+00    0.2149 .6075E-02 .1324E-02    0.0009 .4993E-06 .2675E-0
  221         0.66  0.000  0.152  0.2973    0.0000 .0000E+00 .0000E+00    0.1956 .5531E-02 .1233E-02    0.0009 .5187E-06 .3412E-0
  222         0.15  0.000  0.245  0.2814    0.0000 .0000E+00 .0000E+00    0.1780 .5034E-02 .1147E-02    0.0009 .5469E-06 .2786E-0
  223         0.08  0.000  0.199  0.2594    0.0115 .0000E+00 .1329E-01    0.1752 .4953E-02 .1133E-02    0.0009 .5356E-06 .2757E-0
  224         0.04  0.000  0.201  0.2326    0.0000 .0000E+00 .0000E+00    0.1807 .5109E-02 .1160E-02    0.0009 .5092E-06 .2689E-0
  225         1.52  0.192  0.216  0.4168    0.1337 .0000E+00 .6929E-02    0.1713 .4843E-02 .1114E-02    0.0009 .5115E-06 .2695E-0
  226         0.03  0.000  0.169  0.3879    3.4392 .0000E+00 .3414E-01    0.2008 .5678E-02 .1257E-02    0.0008 .4456E-06 .2515E-0
  227         0.00  0.000  0.231  0.3439    3.2924 .0000E+00 .3381E-01    0.2712 .7669E-02 .1582E-02    0.0004 .1652E-06 .1627E-0
  228         0.00  0.000  0.298  0.2888    2.6637 .0000E+00 .3242E-01    0.3337 .9436E-02 .1854E-02    0.0007 .2790E-06 .1956E-0
  229         0.00  0.000  0.241  0.2436    1.8898 .0000E+00 .3071E-01    0.3870 .1094E-01 .2077E-02    0.0006 .2156E-06 .1723E-0
  230         0.00  0.000  0.216  0.2027    1.2102 .0000E+00 .2921E-01    0.4315 .1220E-01 .2258E-02    0.0005 .1725E-06 .1921E-0
  231         0.00  0.000  0.273  0.1536    0.4462 .0000E+00 .2085E-01    0.4616 .1305E-01 .2377E-02    0.0005 .1386E-06 .1406E-0
  232         0.00  0.000  0.112  0.1350    0.0000 .0000E+00 .0000E+00    0.4550 .1287E-01 .2351E-02    0.0005 .1487E-06 .1456E-0
  233         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4154 .1175E-01 .2193E-02    0.0005 .1873E-06 .1633E-0
  234         0.69  0.000  0.150  0.2250    0.0000 .0000E+00 .0000E+00    0.3791 .1072E-01 .2044E-02    0.0006 .2256E-06 .1792E-0
  235         0.00  0.000  0.210  0.1900    0.0000 .0000E+00 .0000E+00    0.3459 .9781E-02 .1906E-02    0.0006 .2627E-06 .1933E-0
  236         0.16  0.000  0.203  0.1828    0.0000 .0000E+00 .0000E+00    0.3155 .8922E-02 .1776E-02    0.0007 .2981E-06 .2059E-0
  237         2.30  0.543  0.159  0.4493    0.0000 .0000E+00 .0000E+00    0.2877 .8135E-02 .1655E-02    0.0007 .3311E-06 .2169E-0
  238         0.00  0.000  0.160  0.4166    4.2888 .0000E+00 .3601E-01    0.2980 .8427E-02 .1700E-02    0.0007 .3140E-06 .2113E-0
  239         0.00  0.000  0.162  0.3837    4.0674 .0000E+00 .3552E-01    0.3649 .1032E-01 .1985E-02    0.0006 .2340E-06 .1824E-0
  240         0.42  0.000  0.141  0.4243    3.6715 .0000E+00 .3465E-01    0.4244 .1200E-01 .2229E-02    0.0005 .1777E-06 .1591E-0
  241         0.08  0.000  0.138  0.4088    3.7983 .0000E+00 .3493E-01    0.4778 .1351E-01 .2441E-02    0.0002 .6881E-07 .1048E-0
  242         2.07  1.319  0.160  0.5010    4.9612 .0000E+00 .3750E-01    0.5298 .1498E-01 .2642E-02    0.0004 .1183E-06 .1273E-0
  243         0.00  0.000  0.228  0.4565    5.5540 .0000E+00 .3881E-01    0.5828 .1648E-01 .2843E-02    0.0004 .9061E-07 .1112E-0
  244         0.00  0.000  0.224  0.4130    4.5300 .0000E+00 .3655E-01    0.6313 .1785E-01 .3023E-02    0.0003 .6969E-07 .9754E-0
  245         0.00  0.000  0.189  0.3757    3.8125 .0000E+00 .3496E-01    0.6705 .1896E-01 .3167E-02    0.0003 .5724E-07 .1101E-0
  246         0.00  0.000  0.195  0.3375    3.2484 .0000E+00 .3371E-01    0.7027 .1987E-01 .3283E-02    0.0003 .4553E-07 .8088E-0
  247         0.00  0.000  0.188  0.3008    2.7452 .0000E+00 .3260E-01    0.7291 .2061E-01 .3377E-02    0.0001 .2139E-07 .5817E-0
  248         0.01  0.000  0.162  0.2702    2.1806 .0000E+00 .3135E-01    0.7502 .2121E-01 .3453E-02    0.0003 .4367E-07 .7834E-0
  249         0.00  0.000  0.215  0.2294    1.6489 .0000E+00 .3018E-01    0.7665 .2167E-01 .3510E-02    0.0003 .4500E-07 .7978E-0
  250         0.00  0.000  0.203  0.1907    0.9558 .0000E+00 .2865E-01    0.7780 .2200E-01 .3551E-02    0.0003 .4861E-07 .1049E-0
  251         0.00  0.000  0.196  0.1546    0.3408 .0000E+00 .2064E-01    0.7781 .2200E-01 .3551E-02    0.0003 .5884E-07 .9196E-0
  252         0.00  0.000  0.117  0.1350    0.0000 .0000E+00 .0000E+00    0.7448 .2106E-01 .3433E-02    0.0004 .8620E-07 .1112E-0
  253         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6810 .1926E-01 .3205E-02    0.0005 .1376E-06 .1403E-0
  254         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6225 .1760E-01 .2991E-02    0.0005 .1941E-06 .1664E-0
  255         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5689 .1609E-01 .2791E-02    0.0006 .2529E-06 .1898E-0
  256         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5198 .1470E-01 .2604E-02    0.0003 .1559E-06 .1579E-0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4748 .1342E-01 .2429E-02    0.0007 .3480E-06 .2246E-0
  258         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4335 .1226E-01 .2266E-02    0.0008 .4032E-06 .2414E-0
  259         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3957 .1119E-01 .2113E-02    0.0008 .4549E-06 .2562E-0
  260         0.63  0.000  0.098  0.2237    0.0000 .0000E+00 .0000E+00    0.3611 .1021E-01 .1970E-02    0.0009 .5026E-06 .2690E-0
  261         0.00  0.000  0.102  0.2067    0.0000 .0000E+00 .0000E+00    0.3295 .9315E-02 .1836E-02    0.0009 .5458E-06 .2801E-0
  262         0.02  0.000  0.087  0.1956    0.0000 .0000E+00 .0000E+00    0.3004 .8495E-02 .1711E-02    0.0009 .5842E-06 .2896E-0
  263         0.00  0.000  0.085  0.1814    0.0000 .0000E+00 .0000E+00    0.2739 .7745E-02 .1594E-02    0.0010 .6178E-06 .2976E-0
  264         0.00  0.000  0.069  0.1700    0.0000 .0000E+00 .0000E+00    0.2496 .7058E-02 .1485E-02    0.0010 .6466E-06 .3043E-0
  265         0.00  0.000  0.058  0.1603    0.0000 .0000E+00 .0000E+00    0.2274 .6430E-02 .1383E-02    0.0010 .6709E-06 .3099E-0
  266         0.02  0.000  0.054  0.1546    0.0000 .0000E+00 .0000E+00    0.2071 .5855E-02 .1288E-02    0.0010 .6878E-06 .3926E-0
  267         0.00  0.000  0.079  0.1415    0.0000 .0000E+00 .0000E+00    0.1885 .5330E-02 .1199E-02    0.0005 .3609E-06 .2395E-0
  268         0.00  0.000  0.033  0.1360    0.0000 .0000E+00 .0000E+00    0.1715 .4850E-02 .1115E-02    0.0011 .7187E-06 .3204E-0
  269         0.00  0.000  0.006  0.1350    0.0000 .0000E+00 .0000E+00    0.1560 .4412E-02 .1038E-02    0.0011 .7272E-06 .3222E-0
  270         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1419 .4011E-02 .9649E-03    0.0011 .7326E-06 .3233E-0
  271         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1289 .3646E-02 .8971E-03    0.0011 .7350E-06 .3238E-0
  272         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1171 .3312E-02 .8338E-03    0.0011 .7349E-06 .3237E-0
  273         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1064 .3007E-02 .7747E-03    0.0011 .7325E-06 .3231E-0
  274         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0965 .2730E-02 .7196E-03    0.0011 .7281E-06 .4019E-0
  275         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0876 .2476E-02 .6681E-03    0.0011 .7232E-06 .3203E-0
  276         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0794 .2245E-02 .6201E-03    0.0011 .7149E-06 .3184E-0
  277         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0720 .2035E-02 .5754E-03    0.0010 .7053E-06 .3163E-0
  278         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0652 .1843E-02 .5336E-03    0.0005 .3510E-06 .2361E-0
  279         0.03  0.000  0.023  0.1362    0.0000 .0000E+00 .0000E+00    0.0590 .1669E-02 .4947E-03    0.0010 .6839E-06 .3120E-0
  280         0.11  0.000  0.037  0.1484    0.0000 .0000E+00 .0000E+00    0.0534 .1510E-02 .4585E-03    0.0010 .6721E-06 .3092E-0
  281         0.11  0.000  0.047  0.1590    0.0000 .0000E+00 .0000E+00    0.0483 .1366E-02 .4247E-03    0.0010 .6595E-06 .3063E-0
  282         0.01  0.000  0.021  0.1572    0.0000 .0000E+00 .0000E+00    0.0437 .1234E-02 .3932E-03    0.0010 .6465E-06 .3032E-0
  283         0.00  0.000  0.018  0.1542    0.0000 .0000E+00 .0000E+00    0.0394 .1115E-02 .3640E-03    0.0010 .6331E-06 .3001E-0
  284         0.25  0.000  0.053  0.1870    0.0000 .0000E+00 .0000E+00    0.0356 .1006E-02 .3367E-03    0.0010 .6194E-06 .2968E-0
  285         0.33  0.000  0.056  0.2326    0.0000 .0000E+00 .0000E+00    0.0321 .9079E-03 .3113E-03    0.0010 .6055E-06 .2934E-0
  286         0.00  0.000  0.023  0.2289    0.0000 .0000E+00 .0000E+00    0.0289 .8185E-03 .2877E-03    0.0010 .5915E-06 .2900E-0
  287         0.00  0.000  0.023  0.2250    0.0000 .0000E+00 .0000E+00    0.0261 .7374E-03 .2658E-03    0.0009 .5774E-06 .2865E-0
  288         0.00  0.000  0.023  0.2212    0.0000 .0000E+00 .0000E+00    0.0235 .6639E-03 .2454E-03    0.0009 .5633E-06 .2830E-0
  289         0.00  0.000  0.022  0.2175    0.0000 .0000E+00 .0000E+00    0.0211 .5973E-03 .2264E-03    0.0009 .5493E-06 .2794E-0
  290         0.00  0.000  0.021  0.2140    0.0000 .0000E+00 .0000E+00    0.0190 .5369E-03 .2088E-03    0.0009 .5354E-06 .2758E-0
  291         0.00  0.000  0.020  0.2107    0.0000 .0000E+00 .0000E+00    0.0171 .4823E-03 .1924E-03    0.0009 .5217E-06 .2723E-0
  292         0.00  0.000  0.019  0.2075    0.0000 .0000E+00 .0000E+00    0.0153 .4329E-03 .1773E-03    0.0009 .5081E-06 .2687E-0
  293         0.00  0.000  0.019  0.2044    0.0000 .0000E+00 .0000E+00    0.0137 .3882E-03 .1632E-03    0.0009 .4947E-06 .2651E-0
  294         0.00  0.000  0.018  0.2014    0.0000 .0000E+00 .0000E+00    0.0123 .3479E-03 .1501E-03    0.0009 .4816E-06 .2616E-0
  295         0.00  0.000  0.018  0.1984    0.0000 .0000E+00 .0000E+00    0.0110 .3114E-03 .1380E-03    0.0009 .4687E-06 .3219E-0
  296         0.60  0.000  0.053  0.2895    0.0000 .0000E+00 .0000E+00    0.0099 .2786E-03 .1268E-03    0.0008 .4535E-06 .2537E-0
  297         0.00  0.000  0.043  0.2824    0.0000 .0000E+00 .0000E+00    0.0088 .2489E-03 .1164E-03    0.0008 .4412E-06 .2502E-0
  298         0.00  0.000  0.048  0.2744    0.0000 .0000E+00 .0000E+00    0.0079 .2222E-03 .1068E-03    0.0004 .2146E-06 .1855E-0
  299         0.00  0.000  0.037  0.2653    0.0108 .0000E+00 .1802E-01    0.0249 .7032E-03 .2491E-03    0.0008 .3872E-06 .2898E-0
  300         0.00  0.000  0.035  0.2595    0.0000 .0000E+00 .0000E+00    0.0512 .1449E-02 .4443E-03    0.0007 .2981E-06 .2057E-0
  301         0.00  0.000  0.057  0.2500    0.0000 .0000E+00 .0000E+00    0.0463 .1310E-02 .4115E-03    0.0007 .2992E-06 .2061E-0
  302         0.00  0.000  0.054  0.2410    0.0000 .0000E+00 .0000E+00    0.0419 .1184E-02 .3809E-03    0.0007 .2995E-06 .2062E-0
  303         0.67  0.000  0.062  0.3422    0.0000 .0000E+00 .0000E+00    0.0378 .1069E-02 .3525E-03    0.0003 .1496E-06 .1549E-0
  304         0.00  0.000  0.068  0.3260    1.0752 .0000E+00 .2891E-01    0.0628 .1776E-02 .5136E-03    0.0006 .2652E-06 .1920E-0
  305         0.88  0.047  0.061  0.4497    1.9732 .0000E+00 .3089E-01    0.1339 .3786E-02 .9216E-03    0.0005 .1826E-06 .1554E-0
  306         0.39  0.007  0.065  0.4965    5.0113 .0000E+00 .3761E-01    0.2086 .5899E-02 .1294E-02    0.0004 .1046E-06 .1167E-0
  307         0.00  0.000  0.050  0.4816    5.7247 .0000E+00 .3919E-01    0.2893 .8180E-02 .1662E-02    0.0003 .5201E-07 .9859E-0
  308         0.00  0.000  0.048  0.4671    5.3350 .0000E+00 .3833E-01    0.3648 .1031E-01 .1985E-02    0.0001 .1204E-07 .4156E-0
  309         0.00  0.000  0.049  0.4528    4.9680 .0000E+00 .3752E-01    0.4317 .1221E-01 .2258E-02    0.0001 .2075E-08 .1739E-0
  310         0.00  0.000  0.038  0.4403    4.6707 .0000E+00 .3686E-01    0.4910 .1388E-01 .2492E-02    0.0000 .0000E+00 .0000E+0
  311         0.45  0.012  0.053  0.4982    4.8839 .0000E+00 .3733E-01    0.5448 .1540E-01 .2699E-02    0.0000 .0000E+00 .0000E+0
  312         0.71  0.604  0.050  0.5010    5.9810 .0000E+00 .3976E-01    0.5972 .1689E-01 .2897E-02    0.0000 .0000E+00 .0000E+0
  313         0.16  0.140  0.053  0.4888    5.8743 .0000E+00 .3952E-01    0.6490 .1835E-01 .3088E-02    0.0000 .0000E+00 .0000E+0



  314         0.00  0.000  0.046  0.4746    5.5291 .0000E+00 .3876E-01    0.6953 .1966E-01 .3256E-02    0.0000 .0000E+00 .0000E+0
  315         0.00  0.000  0.055  0.4592    5.1426 .0000E+00 .3790E-01    0.7357 .2080E-01 .3401E-02    0.0000 .0000E+00 .0000E+0
  316         0.00  0.000  0.046  0.4453    4.7994 .0000E+00 .3714E-01    0.7706 .2179E-01 .3525E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.051  0.4307    4.5008 .0000E+00 .3648E-01    0.8007 .2264E-01 .3630E-02    0.0000 .0000E+00 .0000E+0
  318         0.40  0.002  0.057  0.4815    4.5474 .0000E+00 .3659E-01    0.8274 .2340E-01 .3723E-02    0.0000 .0000E+00 .0000E+0
  319         0.08  0.000  0.061  0.4783    5.4542 .0000E+00 .3859E-01    0.8541 .2415E-01 .3815E-02    0.0000 .0000E+00 .0000E+0
  320         0.11  0.000  0.061  0.4800    5.4101 .0000E+00 .3849E-01    0.8816 .2493E-01 .3910E-02    0.0000 .0000E+00 .0000E+0
  321         0.00  0.000  0.051  0.4652    5.2849 .0000E+00 .3822E-01    0.9065 .2563E-01 .3995E-02    0.0000 .0000E+00 .0000E+0
  322         0.00  0.000  0.057  0.4495    4.9030 .0000E+00 .3737E-01    0.9280 .2624E-01 .4068E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.051  0.4349    4.5803 .0000E+00 .3666E-01    0.9457 .2674E-01 .4128E-02    0.0000 .0000E+00 .0000E+0
  324         0.00  0.000  0.045  0.4214    4.2815 .0000E+00 .3600E-01    0.9601 .2715E-01 .4176E-02    0.0000 .0000E+00 .0000E+0
  325         0.05  0.000  0.058  0.4141    4.0132 .0000E+00 .3541E-01    0.9717 .2748E-01 .4215E-02    0.0000 .0000E+00 .0000E+0
  326         0.00  0.000  0.045  0.4008    3.8114 .0000E+00 .3496E-01    0.9809 .2774E-01 .4246E-02    0.0000 .0000E+00 .0000E+0
  327         0.00  0.000  0.047  0.3872    3.5825 .0000E+00 .3445E-01    0.9882 .2794E-01 .4270E-02    0.0000 .0000E+00 .0000E+0
  328         0.11  0.000  0.056  0.3906    3.3577 .0000E+00 .3396E-01    0.9935 .2809E-01 .4288E-02    0.0000 .0000E+00 .0000E+0
  329         0.00  0.000  0.041  0.3782    3.1411 .0000E+00 .3348E-01    0.9971 .2819E-01 .4300E-02    0.0000 .0000E+00 .0000E+0
  330         0.00  0.000  0.045  0.3653    2.9848 .0000E+00 .3313E-01    0.9994 .2826E-01 .4308E-02    0.0000 .0000E+00 .0000E+0
  331         0.00  0.000  0.040  0.3532    2.8746 .0000E+00 .3289E-01    1.0006 .2829E-01 .4312E-02    0.0000 .0000E+00 .0000E+0
  332         0.00  0.000  0.044  0.3405    2.7311 .0000E+00 .3257E-01    1.0010 .2830E-01 .4313E-02    0.0000 .2798E-09 .6333E-0
  333         0.16  0.000  0.052  0.3531    2.5710 .0000E+00 .3222E-01    1.0005 .2829E-01 .4312E-02    0.0001 .2342E-08 .1879E-0
  334  *      0.00  0.000  0.030  0.3428    2.3974 .0000E+00 .3183E-01    0.9992 .2825E-01 .4307E-02    0.0001 .6668E-08 .3146E-0
  335  *      0.00  0.000  0.027  0.3330    2.2366 .0000E+00 .3148E-01    0.9969 .2819E-01 .4299E-02    0.0001 .1334E-07 .4430E-0
  336  *      0.00  0.000  0.000  0.3278    2.0787 .0000E+00 .3113E-01    0.9939 .2810E-01 .4290E-02    0.0002 .2240E-07 .5723E-0
  337         0.00  0.000  0.033  0.3172    1.9336 .0000E+00 .3081E-01    0.9903 .2800E-01 .4277E-02    0.0002 .3384E-07 .7019E-0
  338         0.00  0.000  0.035  0.3063    1.7835 .0000E+00 .3048E-01    0.9862 .2788E-01 .4264E-02    0.0003 .4934E-07 .1058E-0
  339         0.12  0.000  0.049  0.3131    1.6295 .0000E+00 .3013E-01    0.9815 .2775E-01 .4248E-02    0.0003 .6819E-07 .9914E-0
  340  *      0.01  0.000  0.038  0.3035    1.4782 .0000E+00 .2980E-01    0.9763 .2760E-01 .4231E-02    0.0004 .8695E-07 .1119E-0
  341  *      0.00  0.000  0.027  0.2940    1.3302 .0000E+00 .2947E-01    0.9707 .2745E-01 .4212E-02    0.0004 .1077E-06 .1244E-0
  342         0.00  0.000  0.032  0.2838    1.1831 .0000E+00 .2915E-01    0.9646 .2728E-01 .4191E-02    0.0002 .6513E-07 .1016E-0
  343         0.00  0.000  0.033  0.2735    1.0125 .0000E+00 .2877E-01    0.9582 .2709E-01 .4170E-02    0.0005 .1479E-06 .1459E-0
  344  *      0.00  0.000  0.028  0.2642    0.9212 .0000E+00 .2857E-01    0.9515 .2691E-01 .4147E-02    0.0005 .1732E-06 .1578E-0
  345  *      0.00  0.000  0.028  0.2547    0.8277 .0000E+00 .2836E-01    0.9449 .2672E-01 .4125E-02    0.0006 .1997E-06 .1694E-0
  346         0.00  0.000  0.033  0.2446    0.7139 .0000E+00 .2811E-01    0.9382 .2653E-01 .4102E-02    0.0006 .2300E-06 .2272E-0
  347  *      0.00  0.000  0.029  0.2352    0.5803 .0000E+00 .2781E-01    0.9313 .2633E-01 .4079E-02    0.0006 .2634E-06 .1941E-0
  348         0.00  0.000  0.031  0.2254    0.4482 .0000E+00 .2752E-01    0.9243 .2613E-01 .4055E-02    0.0007 .2926E-06 .2045E-0
  349         0.00  0.000  0.038  0.2146    0.3169 .0000E+00 .2723E-01    0.9170 .2593E-01 .4031E-02    0.0007 .3223E-06 .2146E-0
  350         0.00  0.000  0.032  0.2047    0.1866 .0000E+00 .2694E-01    0.9096 .2572E-01 .4006E-02    0.0004 .1734E-06 .1676E-0
  351         0.00  0.000  0.038  0.1948    0.0578 .0000E+00 .2181E-01    0.8973 .2537E-01 .3964E-02    0.0008 .3773E-06 .2326E-0
  352         0.00  0.000  0.036  0.1888    0.0000 .0000E+00 .0000E+00    0.8560 .2420E-01 .3822E-02    0.0008 .4335E-06 .2504E-0
  353  *      0.00  0.000  0.028  0.1842    0.0000 .0000E+00 .0000E+00    0.7831 .2214E-01 .3568E-02    0.0009 .5288E-06 .3489E-0
  354  *      0.00  0.000  0.025  0.1800    0.0000 .0000E+00 .0000E+00    0.7161 .2025E-01 .3331E-02    0.0010 .6766E-06 .3103E-0
  355  *      0.00  0.000  0.028  0.1754    0.0000 .0000E+00 .0000E+00    0.6548 .1851E-01 .3109E-02    0.0011 .7775E-06 .3325E-0
  356  *      0.09  0.000  0.031  0.1786    0.0000 .0000E+00 .0000E+00    0.5985 .1692E-01 .2902E-02    0.0012 .8696E-06 .3515E-0
  357  *      0.46  0.000  0.034  0.1819    0.0000 .0000E+00 .0000E+00    0.5469 .1546E-01 .2707E-02    0.0006 .4785E-06 .2762E-0
  358  *      0.00  0.000  0.034  0.1852    0.0000 .0000E+00 .0000E+00    0.4996 .1413E-01 .2526E-02    0.0012 .9944E-06 .3780E-0
  359  *      0.00  0.000  0.036  0.1885    0.0000 .0000E+00 .0000E+00    0.4563 .1290E-01 .2356E-02    0.0013 .1055E-05 .4873E-0
  360  *      0.16  0.000  0.026  0.1918    0.0000 .0000E+00 .0000E+00    0.4166 .1178E-01 .2197E-02    0.0013 .1137E-05 .4016E-0
  361  *  *   0.00  0.000  0.033  0.1918    0.0000 .0000E+00 .0000E+00    0.3802 .1075E-01 .2049E-02    0.0014 .1178E-05 .4088E-0
  362     *   0.00  0.000  0.034  0.1971    0.0000 .0000E+00 .0000E+00    0.3469 .9809E-02 .1910E-02    0.0014 .1211E-05 .4144E-0
  363  *  *   0.00  0.000  0.030  0.1971    0.0000 .0000E+00 .0000E+00    0.3164 .8947E-02 .1780E-02    0.0014 .1234E-05 .4184E-0
  364  *  *   0.00  0.000  0.022  0.1971    0.0000 .0000E+00 .0000E+00    0.2885 .8158E-02 .1659E-02    0.0014 .1251E-05 .4211E-0
  365  *  *   0.00  0.000  0.034  0.1971    0.0000 .0000E+00 .0000E+00    0.2630 .7436E-02 .1546E-02    0.0014 .1260E-05 .4227E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   22
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    5.67    3.32    2.11    3.30    2.18    3.79
                                  6.98    9.59    0.68    2.11    3.50    0.84
 
 RUNOFF                           3.166   2.377   0.951   0.098   0.038   0.210
                                  0.240   2.079   0.000   0.000   0.811   0.000
 
 EVAPOTRANSPIRATION               1.294   0.628   2.333   2.142   2.037   4.118
                                  5.925   5.396   2.360   0.916   1.504   0.960
 
 PERCOLATION/LEAKAGE THROUGH      1.1157  0.2531  0.7459  0.2633  0.0840  0.2774
   LAYER  2                       0.5858  0.4188  0.2486  0.0469  1.0841  0.4876
 
 LATERAL DRAINAGE COLLECTED       0.9883  0.5208  0.4629  0.3122  0.1377  0.2513
   FROM LAYER  3                  0.4065  0.2911  0.3734  0.0337  0.6489  0.6604
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1466  0.0853  0.0790  0.0591  0.0309  0.0505
   LAYER  4                       0.0719  0.0567  0.0668  0.0107  0.1038  0.1062
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0001  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1398  0.1484  0.0891  0.0968  0.0912  0.0465
   LAYER  7                       0.0331  0.0639  0.0651  0.0846  0.0049  0.0765
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------



 
 AVERAGE DAILY HEAD ON            4.278   0.324   2.341   0.270   0.111   0.275
   TOP OF LAYER  2                1.175   1.272   0.649   0.035   4.344   0.604
 
 STD. DEVIATION OF DAILY          0.811   0.874   2.060   0.456   0.393   0.448
   HEAD ON TOP OF LAYER  2        1.296   1.854   1.300   0.193   1.139   0.746
 
 AVERAGE DAILY HEAD ON            1.128   0.658   0.528   0.368   0.157   0.296
   TOP OF LAYER  4                0.464   0.332   0.440   0.038   0.765   0.753
 
 STD. DEVIATION OF DAILY          0.019   0.340   0.295   0.152   0.116   0.079
   HEAD ON TOP OF LAYER  4        0.239   0.110   0.242   0.024   0.265   0.259
 
 AVERAGE DAILY HEAD ON            0.001   0.002   0.001   0.001   0.001   0.000
   TOP OF LAYER  7                0.000   0.001   0.001   0.001   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   22
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           44.07         399935.219    100.00
 
   RUNOFF                                   9.970         90479.437     22.62
 
   EVAPOTRANSPIRATION                      29.615        268752.969     67.20
 
   PERC./LEAKAGE THROUGH LAYER  2           5.611230      50921.914     12.73
 
   AVG. HEAD ON TOP OF LAYER  2             1.3065
 
   DRAINAGE COLLECTED FROM LAYER  3         5.0872        46166.480     11.54
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.867271       7870.488      1.97
 
   AVG. HEAD ON TOP OF LAYER  4             0.4940
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.974      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.939826       8528.919      2.13
 
   AVG. HEAD ON TOP OF LAYER  7             0.0008
 
   CHANGE IN WATER STORAGE                 -1.542        -13994.319     -3.50
 
   SOIL WATER AT START OF YEAR            285.585       2591684.000
 
   SOIL WATER AT END OF YEAR              283.777       2575277.250
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.266          2412.577      0.60
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.237      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   23
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *  *   0.00  0.000  0.030  0.1971    0.0000 .0000E+00 .0000E+00    0.2396 .6776E-02 .1440E-02    0.0014 .1263E-05 .4232E-0
    2  *  *   0.00  0.000  0.026  0.1971    0.0000 .0000E+00 .0000E+00    0.2183 .6172E-02 .1340E-02    0.0014 .1261E-05 .4227E-0



    3  *  *   0.00  0.000  0.030  0.1971    0.0000 .0000E+00 .0000E+00    0.1987 .5619E-02 .1248E-02    0.0014 .1253E-05 .4215E-0
    4     *   0.00  0.015  0.030  0.2196    0.0000 .0000E+00 .0000E+00    0.1809 .5115E-02 .1161E-02    0.0014 .1242E-05 .4196E-0
    5     *   1.16  0.814  0.011  0.2754    0.0000 .0000E+00 .0000E+00    0.1646 .4653E-02 .1081E-02    0.0007 .6137E-06 .3139E-0
    6  *  *   0.00  0.000  0.000  0.2754    0.0000 .0000E+00 .0000E+00    0.1497 .4232E-02 .1005E-02    0.0014 .1209E-05 .4149E-0
    7  *  *   0.00  0.000  0.000  0.2754    0.0000 .0000E+00 .0000E+00    0.1361 .3847E-02 .9346E-03    0.0014 .1189E-05 .4115E-0
    8     *   0.00  0.000  0.000  0.2754    0.0000 .0000E+00 .0000E+00    0.1236 .3496E-02 .8688E-03    0.0013 .1168E-05 .4078E-0
    9  *  *   0.82  0.000  0.041  0.2754    0.0000 .0000E+00 .0000E+00    0.1123 .3175E-02 .8074E-03    0.0013 .1145E-05 .4037E-0
   10  *  *   0.24  0.000  0.034  0.2754    0.0000 .0000E+00 .0000E+00    0.1019 .2882E-02 .7501E-03    0.0013 .1121E-05 .3993E-0
   11  *  *   0.00  0.000  0.037  0.2754    0.0000 .0000E+00 .0000E+00    0.0925 .2616E-02 .6966E-03    0.0013 .1095E-05 .3947E-0
   12     *   0.00  0.048  0.026  0.2916    0.0000 .0000E+00 .0000E+00    0.0839 .2372E-02 .6467E-03    0.0013 .1069E-05 .4861E-0
   13  *  *   0.00  0.000  0.038  0.2916    0.0000 .0000E+00 .0000E+00    0.0761 .2151E-02 .6001E-03    0.0013 .1038E-05 .3837E-0
   14     *   0.05  0.102  0.000  0.3126    0.0000 .0000E+00 .0000E+00    0.0689 .1949E-02 .5567E-03    0.0013 .1011E-05 .3785E-0
   15     *   0.00  0.112  0.016  0.3299    0.0000 .0000E+00 .0000E+00    0.0624 .1765E-02 .5162E-03    0.0012 .9830E-06 .3733E-0
   16  *  *   0.00  0.000  0.040  0.3299    0.0000 .0000E+00 .0000E+00    0.0565 .1597E-02 .4785E-03    0.0012 .9554E-06 .3680E-0
   17  *  *   0.96  0.000  0.039  0.3299    0.0000 .0000E+00 .0000E+00    0.0511 .1445E-02 .4434E-03    0.0012 .9279E-06 .3627E-0
   18     *   0.43  0.443  0.000  0.3513    0.0000 .0000E+00 .0000E+00    0.0462 .1306E-02 .4106E-03    0.0006 .4503E-06 .2688E-0
   19     *   0.03  0.065  0.000  0.3635    0.0000 .0000E+00 .0000E+00    0.0418 .1181E-02 .3802E-03    0.0012 .8786E-06 .3533E-0
   20     *   0.59  1.265  0.000  0.3793    0.0000 .0000E+00 .0000E+00    0.0377 .1066E-02 .3518E-03    0.0011 .8523E-06 .3480E-0
   21     *   0.00  0.122  0.032  0.3853    0.0000 .0000E+00 .0000E+00    0.0340 .9621E-03 .3253E-03    0.0011 .8264E-06 .3427E-0
   22     *   0.18  0.117  0.009  0.3943    0.0000 .0000E+00 .0000E+00    0.0307 .8677E-03 .3008E-03    0.0011 .8011E-06 .3374E-0
   23  *  *   0.00  0.000  0.000  0.3943    0.0000 .0000E+00 .0000E+00    0.0277 .7820E-03 .2779E-03    0.0011 .7764E-06 .3321E-0
   24  *  *   0.00  0.000  0.000  0.3943    0.0000 .0000E+00 .0000E+00    0.0249 .7043E-03 .2566E-03    0.0011 .7522E-06 .3269E-0
   25  *  *   0.00  0.000  0.000  0.3943    0.0000 .0000E+00 .0000E+00    0.0224 .6339E-03 .2369E-03    0.0011 .7247E-06 .4012E-0
   26     *   0.00  0.000  0.000  0.3943    0.0000 .0000E+00 .0000E+00    0.0202 .5701E-03 .2185E-03    0.0010 .7012E-06 .3154E-0
   27     *   0.37  0.306  0.009  0.4035    0.0000 .0000E+00 .0000E+00    0.0181 .5123E-03 .2015E-03    0.0010 .6790E-06 .3103E-0
   28  *  *   0.00  0.000  0.000  0.4035    0.0000 .0000E+00 .0000E+00    0.0163 .4601E-03 .1856E-03    0.0010 .6575E-06 .3054E-0
   29  *  *   0.06  0.000  0.044  0.4035    0.0000 .0000E+00 .0000E+00    0.0146 .4128E-03 .1709E-03    0.0010 .6366E-06 .3005E-0
   30     *   0.04  0.000  0.056  0.4035    0.0000 .0000E+00 .0000E+00    0.0131 .3700E-03 .1573E-03    0.0010 .6164E-06 .2957E-0
   31     *   0.00  0.000  0.000  0.4035    0.0000 .0000E+00 .0000E+00    0.0117 .3315E-03 .1447E-03    0.0010 .5969E-06 .2910E-0
   32     *   0.00  0.000  0.000  0.4035    0.0000 .0000E+00 .0000E+00    0.0105 .2966E-03 .1330E-03    0.0009 .5779E-06 .2863E-0
   33     *   0.01  0.000  0.006  0.4042    0.0000 .0000E+00 .0000E+00    0.0094 .2652E-03 .1221E-03    0.0009 .5597E-06 .2818E-0
   34     *   0.12  0.075  0.009  0.4103    0.0000 .0000E+00 .0000E+00    0.0084 .2369E-03 .1121E-03    0.0005 .2736E-06 .2085E-0
   35     *   0.00  0.000  0.000  0.4103    0.0000 .0000E+00 .0000E+00    0.0075 .2114E-03 .1028E-03    0.0009 .5287E-06 .2740E-0
   36     *   0.00  0.000  0.000  0.4103    0.0000 .0000E+00 .0000E+00    0.0067 .1884E-03 .9417E-04    0.0009 .5121E-06 .2697E-0
   37     *   0.18  0.135  0.008  0.4165    0.0000 .0000E+00 .0000E+00    0.0059 .1678E-03 .8622E-04    0.0009 .4961E-06 .2654E-0
   38     *   0.00  0.000  0.000  0.4165    0.0000 .0000E+00 .0000E+00    0.0053 .1492E-03 .7887E-04    0.0009 .4807E-06 .2613E-0
   39     *   0.08  0.046  0.008  0.4207    0.0000 .0000E+00 .0000E+00    0.0047 .1326E-03 .7208E-04    0.0008 .4658E-06 .2572E-0
   40         0.82  0.580  0.063  0.4458    3.2184 .0000E+00 .2701E-01    0.0309 .8749E-03 .2887E-03    0.0008 .4043E-06 .2367E-0
   41         0.05  0.000  0.058  0.4384    4.3566 .0000E+00 .3616E-01    0.1071 .3028E-02 .7750E-03    0.0007 .2771E-06 .1916E-0
   42         0.55  0.076  0.061  0.5010    4.9681 .0000E+00 .3752E-01    0.1925 .5444E-02 .1216E-02    0.0005 .1607E-06 .1783E-0
   43         0.00  0.000  0.054  0.4855    5.8400 .0000E+00 .3944E-01    0.2747 .7766E-02 .1597E-02    0.0003 .6496E-07 .9620E-0
   44  *      0.00  0.000  0.048  0.4711    5.4388 .0000E+00 .3856E-01    0.3520 .9954E-02 .1931E-02    0.0002 .2914E-07 .6453E-0
   45  *      0.00  0.000  0.055  0.4556    5.0546 .0000E+00 .3771E-01    0.4206 .1189E-01 .2213E-02    0.0001 .1069E-07 .3919E-0
   46  *      0.37  0.000  0.041  0.4527    4.7731 .0000E+00 .3709E-01    0.4814 .1361E-01 .2455E-02    0.0001 .2439E-08 .1887E-0
   47         0.29  0.000  0.000  0.4964    5.0434 .0000E+00 .3768E-01    0.5367 .1517E-01 .2668E-02    0.0000 .3435E-10 .2157E-0
   48  *      0.70  0.000  0.041  0.4931    5.8438 .0000E+00 .3945E-01    0.5901 .1668E-01 .2870E-02    0.0000 .0000E+00 .0000E+0
   49         0.00  0.331  0.000  0.5010    5.9444 .0000E+00 .3968E-01    0.6421 .1815E-01 .3063E-02    0.0000 .0000E+00 .0000E+0
   50         0.09  0.280  0.000  0.4977    5.9656 .0000E+00 .3972E-01    0.6902 .1951E-01 .3238E-02    0.0000 .0000E+00 .0000E+0
   51         0.00  0.221  0.024  0.5010    5.9690 .0000E+00 .3973E-01    0.7343 .2076E-01 .3396E-02    0.0000 .0000E+00 .0000E+0
   52         0.00  0.000  0.067  0.4841    5.8264 .0000E+00 .3941E-01    0.7746 .2190E-01 .3539E-02    0.0000 .0000E+00 .0000E+0
   53         0.00  0.000  0.070  0.4661    5.3688 .0000E+00 .3840E-01    0.8099 .2290E-01 .3662E-02    0.0000 .0000E+00 .0000E+0
   54         0.46  0.146  0.066  0.5010    5.5320 .0000E+00 .3876E-01    0.8411 .2378E-01 .3771E-02    0.0000 .0000E+00 .0000E+0
   55  *      0.00  0.000  0.056  0.4852    5.8368 .0000E+00 .3944E-01    0.8710 .2463E-01 .3874E-02    0.0000 .0000E+00 .0000E+0
   56         0.00  0.000  0.080  0.4654    5.3795 .0000E+00 .3843E-01    0.8984 .2540E-01 .3967E-02    0.0000 .0000E+00 .0000E+0
   57         0.12  0.000  0.075  0.4667    4.9733 .0000E+00 .3753E-01    0.9211 .2604E-01 .4045E-02    0.0000 .0000E+00 .0000E+0
   58         0.00  0.000  0.085  0.4463    4.9071 .0000E+00 .3738E-01    0.9403 .2659E-01 .4110E-02    0.0000 .0000E+00 .0000E+0
   59         0.03  0.000  0.075  0.4327    4.6396 .0000E+00 .3679E-01    0.9571 .2706E-01 .4166E-02    0.0000 .0000E+00 .0000E+0
   60         0.00  0.000  0.111  0.4082    4.3062 .0000E+00 .3605E-01    0.9709 .2745E-01 .4212E-02    0.0000 .0000E+00 .0000E+0
   61         0.00  0.000  0.101  0.3855    3.9271 .0000E+00 .3521E-01    0.9815 .2775E-01 .4248E-02    0.0000 .0000E+00 .0000E+0
   62         0.14  0.000  0.100  0.3864    3.5975 .0000E+00 .3449E-01    0.9891 .2797E-01 .4273E-02    0.0000 .0000E+00 .0000E+0
   63         0.43  0.000  0.102  0.4354    3.4831 .0000E+00 .3423E-01    0.9947 .2813E-01 .4292E-02    0.0000 .0000E+00 .0000E+0
   64         0.31  0.000  0.104  0.4637    4.3100 .0000E+00 .3606E-01    1.0013 .2831E-01 .4314E-02    0.0000 .0000E+00 .0000E+0
   65         0.25  0.001  0.076  0.4863    5.1447 .0000E+00 .3791E-01    1.0120 .2862E-01 .4350E-02    0.0000 .0000E+00 .0000E+0
   66         0.00  0.000  0.078  0.4668    5.3916 .0000E+00 .3845E-01    1.0255 .2900E-01 .4394E-02    0.0000 .1698E-09 .4866E-0
   67  *      0.00  0.000  0.066  0.4496    4.9281 .0000E+00 .3743E-01    1.0376 .2934E-01 .4435E-02    0.0000 .1196E-08 .1347E-0
   68         0.00  0.000  0.087  0.4290    4.5528 .0000E+00 .3660E-01    1.0463 .2958E-01 .4463E-02    0.0000 .1835E-08 .1653E-0
   69         0.00  0.000  0.091  0.4079    4.1478 .0000E+00 .3570E-01    1.0521 .2975E-01 .4482E-02    0.0001 .7033E-08 .3212E-0
   70         0.00  0.000  0.099  0.3855    3.8022 .0000E+00 .3494E-01    1.0551 .2983E-01 .4492E-02    0.0001 .1325E-07 .4402E-0
   71         0.00  0.000  0.108  0.3617    3.4871 .0000E+00 .3424E-01    1.0560 .2986E-01 .4495E-02    0.0002 .2199E-07 .5662E-0
   72         0.00  0.000  0.089  0.3414    3.1635 .0000E+00 .3353E-01    1.0550 .2983E-01 .4492E-02    0.0002 .3344E-07 .6974E-0
   73         0.40  0.000  0.083  0.3887    2.8786 .0000E+00 .3290E-01    1.0523 .2976E-01 .4483E-02    0.0003 .4967E-07 .1061E-0
   74         0.00  0.000  0.106  0.3656    2.7232 .0000E+00 .3255E-01    1.0485 .2965E-01 .4471E-02    0.0003 .6974E-07 .1003E-0
   75         0.00  0.000  0.074  0.3480    2.5640 .0000E+00 .3220E-01    1.0441 .2952E-01 .4456E-02    0.0002 .4503E-07 .8433E-0
   76         0.26  0.000  0.069  0.3745    2.3766 .0000E+00 .3179E-01    1.0390 .2938E-01 .4439E-02    0.0004 .1067E-06 .1241E-0
   77         0.00  0.000  0.081  0.3556    2.5351 .0000E+00 .3214E-01    1.0341 .2924E-01 .4423E-02    0.0004 .1308E-06 .1735E-0
   78         0.32  0.000  0.085  0.3895    2.4005 .0000E+00 .3184E-01    1.0298 .2912E-01 .4409E-02    0.0005 .1634E-06 .1531E-0
   79         0.19  0.000  0.089  0.4009    2.9289 .0000E+00 .3301E-01    1.0266 .2903E-01 .4398E-02    0.0005 .1898E-06 .1650E-0
   80         0.00  0.000  0.109  0.3772    2.9195 .0000E+00 .3299E-01    1.0255 .2900E-01 .4394E-02    0.0006 .2158E-06 .1758E-0
   81         0.00  0.000  0.094  0.3561    2.7993 .0000E+00 .3272E-01    1.0242 .2896E-01 .4390E-02    0.0003 .1214E-06 .1389E-0
   82         0.00  0.000  0.100  0.3341    2.5708 .0000E+00 .3222E-01    1.0220 .2890E-01 .4383E-02    0.0006 .2640E-06 .2447E-0
   83         0.00  0.000  0.130  0.3072    2.3323 .0000E+00 .3169E-01    1.0187 .2881E-01 .4372E-02    0.0007 .3018E-06 .2078E-0
   84         0.00  0.000  0.122  0.2818    2.0679 .0000E+00 .3110E-01    1.0143 .2868E-01 .4357E-02    0.0007 .3338E-06 .2184E-0
   85         0.00  0.000  0.143  0.2529    1.8614 .0000E+00 .3065E-01    1.0088 .2852E-01 .4339E-02    0.0008 .3672E-06 .2291E-0
   86         0.00  0.000  0.100  0.2313    1.5824 .0000E+00 .3003E-01    1.0024 .2834E-01 .4318E-02    0.0004 .2009E-06 .1789E-0
   87         0.02  0.000  0.087  0.2153    1.1178 .0000E+00 .2900E-01    0.9945 .2812E-01 .4292E-02    0.0008 .4313E-06 .3107E-0
   88         0.00  0.000  0.127  0.1894    0.8713 .0000E+00 .2846E-01    0.9851 .2785E-01 .4260E-02    0.0009 .4760E-06 .2606E-0
   89         0.00  0.000  0.130  0.1630    0.5171 .0000E+00 .2768E-01    0.9748 .2756E-01 .4226E-02    0.0009 .5147E-06 .2710E-0
   90         0.00  0.000  0.114  0.1440    0.0211 .0000E+00 .0000E+00    0.9366 .2648E-01 .4097E-02    0.0010 .5891E-06 .2898E-0
   91         0.02  0.000  0.067  0.1362    0.0000 .0000E+00 .0000E+00    0.8570 .2423E-01 .3825E-02    0.0011 .7233E-06 .3209E-0
   92         0.30  0.000  0.038  0.1798    0.0000 .0000E+00 .0000E+00    0.7839 .2217E-01 .3571E-02    0.0011 .8506E-06 .3478E-0
   93         0.00  0.000  0.075  0.1674    0.0000 .0000E+00 .0000E+00    0.7169 .2027E-01 .3334E-02    0.0012 .9680E-06 .3709E-0
   94         0.00  0.000  0.052  0.1586    0.0000 .0000E+00 .0000E+00    0.6555 .1853E-01 .3112E-02    0.0013 .1074E-05 .3905E-0
   95         0.00  0.000  0.046  0.1509    0.0000 .0000E+00 .0000E+00    0.5992 .1694E-01 .2904E-02    0.0013 .1167E-05 .4070E-0
   96         0.00  0.000  0.041  0.1441    0.0000 .0000E+00 .0000E+00    0.5475 .1548E-01 .2710E-02    0.0014 .1246E-05 .4206E-0
   97         0.00  0.000  0.039  0.1375    0.0000 .0000E+00 .0000E+00    0.5002 .1414E-01 .2528E-02    0.0007 .6564E-06 .3245E-0
   98         0.00  0.000  0.012  0.1355    0.0000 .0000E+00 .0000E+00    0.4568 .1292E-01 .2358E-02    0.0014 .1341E-05 .4383E-0



   99         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.4170 .1179E-01 .2199E-02    0.0015 .1387E-05 .4455E-0
  100         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.3806 .1076E-01 .2051E-02    0.0015 .1422E-05 .4508E-0
  101         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3473 .9820E-02 .1912E-02    0.0015 .1446E-05 .4545E-0
  102         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3168 .8957E-02 .1782E-02    0.0015 .1461E-05 .4568E-0
  103         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2889 .8167E-02 .1660E-02    0.0015 .1469E-05 .4578E-0
  104         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2633 .7445E-02 .1547E-02    0.0015 .1468E-05 .4577E-0
  105         0.01  0.000  0.007  0.1355    0.0000 .0000E+00 .0000E+00    0.2399 .6784E-02 .1441E-02    0.0015 .1452E-05 .5695E-0
  106         0.29  0.000  0.017  0.1810    0.0000 .0000E+00 .0000E+00    0.2185 .6179E-02 .1342E-02    0.0015 .1455E-05 .4541E-0
  107         0.08  0.000  0.023  0.1904    0.0000 .0000E+00 .0000E+00    0.1990 .5626E-02 .1249E-02    0.0007 .7182E-06 .3396E-0
  108         0.08  0.000  0.026  0.1994    0.0000 .0000E+00 .0000E+00    0.1811 .5121E-02 .1162E-02    0.0015 .1413E-05 .4486E-0
  109         0.10  0.000  0.026  0.2117    0.0000 .0000E+00 .0000E+00    0.1648 .4659E-02 .1082E-02    0.0015 .1390E-05 .4448E-0
  110         0.68  0.009  0.025  0.3193    0.0000 .0000E+00 .0000E+00    0.1498 .4237E-02 .1006E-02    0.0015 .1363E-05 .5493E-0
  111         0.00  0.000  0.167  0.2870    0.1927 .0000E+00 .2696E-01    0.1630 .4609E-02 .1072E-02    0.0014 .1253E-05 .4215E-0
  112         0.18  0.000  0.145  0.2882    0.3227 .0000E+00 .2725E-01    0.2186 .6181E-02 .1341E-02    0.0013 .1045E-05 .3849E-0
  113         0.00  0.000  0.145  0.2595    0.2673 .0000E+00 .2712E-01    0.2698 .7627E-02 .1576E-02    0.0012 .8831E-06 .3540E-0
  114         0.00  0.000  0.155  0.2291    0.1210 .0000E+00 .2680E-01    0.3160 .8936E-02 .1778E-02    0.0011 .7576E-06 .3279E-0
  115         0.00  0.000  0.196  0.1956    0.0074 .0000E+00 .4867E-02    0.3361 .9503E-02 .1864E-02    0.0010 .6978E-06 .3148E-0
  116         0.00  0.000  0.169  0.1674    0.0000 .0000E+00 .0000E+00    0.3143 .8888E-02 .1771E-02    0.0011 .7196E-06 .3196E-0
  117         0.22  0.000  0.089  0.1892    0.0000 .0000E+00 .0000E+00    0.2866 .8104E-02 .1651E-02    0.0011 .7522E-06 .3268E-0
  118         0.35  0.000  0.070  0.2358    0.0000 .0000E+00 .0000E+00    0.2612 .7387E-02 .1538E-02    0.0005 .3896E-06 .2500E-0
  119         0.00  0.000  0.161  0.2090    0.0000 .0000E+00 .0000E+00    0.2380 .6731E-02 .1432E-02    0.0011 .7897E-06 .3361E-0
  120         0.00  0.000  0.203  0.1752    0.0000 .0000E+00 .0000E+00    0.2168 .6130E-02 .1334E-02    0.0011 .8082E-06 .3399E-0
  121         0.00  0.000  0.159  0.1487    0.0000 .0000E+00 .0000E+00    0.1974 .5582E-02 .1241E-02    0.0011 .8221E-06 .3427E-0
  122         0.02  0.000  0.087  0.1376    0.0000 .0000E+00 .0000E+00    0.1797 .5080E-02 .1155E-02    0.0011 .8318E-06 .4302E-0
  123         0.00  0.000  0.013  0.1355    0.0000 .0000E+00 .0000E+00    0.1635 .4622E-02 .1075E-02    0.0011 .8437E-06 .3459E-0
  124         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1487 .4203E-02 .9999E-03    0.0011 .8450E-06 .3462E-0
  125         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1351 .3821E-02 .9298E-03    0.0006 .4216E-06 .2601E-0
  126         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1228 .3472E-02 .8643E-03    0.0011 .8361E-06 .3452E-0
  127         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1115 .3153E-02 .8032E-03    0.0011 .8304E-06 .3439E-0
  128         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1012 .2863E-02 .7461E-03    0.0011 .8226E-06 .3423E-0
  129         0.63  0.000  0.030  0.2350    0.0000 .0000E+00 .0000E+00    0.0919 .2598E-02 .6929E-03    0.0011 .8130E-06 .3402E-0
  130         0.43  0.000  0.037  0.3006    0.0000 .0000E+00 .0000E+00    0.0833 .2356E-02 .6432E-03    0.0011 .8019E-06 .3379E-0
  131         0.07  0.000  0.206  0.2757    0.0569 .0000E+00 .1339E-01    0.0888 .2512E-02 .6749E-03    0.0011 .7671E-06 .3295E-0
  132         0.00  0.000  0.240  0.2312    0.1576 .0000E+00 .2688E-01    0.1287 .3640E-02 .8947E-03    0.0010 .6709E-06 .3057E-0
  133         0.00  0.000  0.192  0.1958    0.0655 .0000E+00 .2043E-01    0.1804 .5101E-02 .1159E-02    0.0009 .5474E-06 .3418E-0
  134         0.00  0.000  0.069  0.1840    0.0027 .0000E+00 .1656E-02    0.1986 .5615E-02 .1247E-02    0.0008 .4585E-06 .2551E-0
  135         0.20  0.000  0.072  0.2053    0.0000 .0000E+00 .0000E+00    0.1834 .5186E-02 .1174E-02    0.0009 .4725E-06 .2590E-0
  136         0.00  0.000  0.059  0.1956    0.0000 .0000E+00 .0000E+00    0.1669 .4718E-02 .1092E-02    0.0009 .4887E-06 .2634E-0
  137         0.11  0.000  0.056  0.2045    0.0000 .0000E+00 .0000E+00    0.1518 .4291E-02 .1016E-02    0.0009 .5021E-06 .2670E-0
  138         0.00  0.000  0.047  0.1967    0.0000 .0000E+00 .0000E+00    0.1380 .3901E-02 .9447E-03    0.0009 .5129E-06 .2698E-0
  139         0.00  0.000  0.045  0.1893    0.0000 .0000E+00 .0000E+00    0.1254 .3545E-02 .8782E-03    0.0009 .5214E-06 .2720E-0
  140         0.00  0.000  0.043  0.1821    0.0000 .0000E+00 .0000E+00    0.1139 .3220E-02 .8161E-03    0.0009 .5275E-06 .2736E-0
  141         0.00  0.000  0.040  0.1754    0.0000 .0000E+00 .0000E+00    0.1034 .2924E-02 .7582E-03    0.0009 .5316E-06 .2747E-0
  142         0.00  0.000  0.033  0.1699    0.0000 .0000E+00 .0000E+00    0.0938 .2653E-02 .7042E-03    0.0005 .2693E-06 .2069E-0
  143         0.00  0.000  0.039  0.1635    0.0000 .0000E+00 .0000E+00    0.0851 .2407E-02 .6538E-03    0.0009 .5319E-06 .2754E-0
  144         0.00  0.000  0.033  0.1580    0.0000 .0000E+00 .0000E+00    0.0772 .2182E-02 .6067E-03    0.0009 .5315E-06 .2752E-0
  145         0.00  0.000  0.034  0.1523    0.0000 .0000E+00 .0000E+00    0.0699 .1977E-02 .5629E-03    0.0009 .5297E-06 .2747E-0
  146         0.00  0.000  0.036  0.1463    0.0000 .0000E+00 .0000E+00    0.0633 .1791E-02 .5220E-03    0.0009 .5266E-06 .2739E-0
  147         0.00  0.000  0.036  0.1403    0.0000 .0000E+00 .0000E+00    0.0573 .1621E-02 .4839E-03    0.0009 .5224E-06 .2728E-0
  148         0.00  0.000  0.032  0.1350    0.0000 .0000E+00 .0000E+00    0.0519 .1466E-02 .4484E-03    0.0009 .5173E-06 .2714E-0
  149         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0469 .1326E-02 .4153E-03    0.0009 .5114E-06 .2698E-0
  150         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0424 .1198E-02 .3845E-03    0.0009 .5047E-06 .2680E-0
  151         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0383 .1082E-02 .3558E-03    0.0009 .4974E-06 .3320E-0
  152         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0345 .9767E-03 .3291E-03    0.0009 .4889E-06 .2634E-0
  153         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0312 .8809E-03 .3043E-03    0.0004 .2402E-06 .1963E-0
  154         0.40  0.000  0.020  0.1983    0.0000 .0000E+00 .0000E+00    0.0281 .7940E-03 .2811E-03    0.0009 .4729E-06 .2593E-0
  155         0.00  0.000  0.023  0.1944    0.0000 .0000E+00 .0000E+00    0.0253 .7152E-03 .2597E-03    0.0008 .4640E-06 .2569E-0
  156         0.00  0.000  0.031  0.1892    0.0000 .0000E+00 .0000E+00    0.0228 .6438E-03 .2397E-03    0.0008 .4550E-06 .2543E-0
  157         0.16  0.000  0.034  0.2102    0.0000 .0000E+00 .0000E+00    0.0205 .5791E-03 .2211E-03    0.0008 .4458E-06 .2517E-0
  158         0.00  0.000  0.032  0.2049    0.0000 .0000E+00 .0000E+00    0.0184 .5204E-03 .2039E-03    0.0008 .4364E-06 .2491E-0
  159         0.24  0.000  0.039  0.2384    0.0000 .0000E+00 .0000E+00    0.0165 .4674E-03 .1879E-03    0.0008 .4271E-06 .2464E-0
  160         0.00  0.000  0.034  0.2327    0.0000 .0000E+00 .0000E+00    0.0148 .4194E-03 .1730E-03    0.0008 .4177E-06 .2437E-0
  161         0.00  0.000  0.035  0.2268    0.0000 .0000E+00 .0000E+00    0.0133 .3760E-03 .1593E-03    0.0008 .4083E-06 .2409E-0
  162         0.90  0.030  0.040  0.3651    0.0000 .0000E+00 .0000E+00    0.0119 .3369E-03 .1465E-03    0.0008 .3990E-06 .2381E-0
  163         0.00  0.000  0.239  0.3203    1.5349 .0000E+00 .2993E-01    0.0403 .1141E-02 .3592E-03    0.0007 .3456E-06 .2187E-0
  164         0.00  0.000  0.253  0.2732    1.5557 .0000E+00 .2997E-01    0.1142 .3228E-02 .8155E-03    0.0006 .2353E-06 .1765E-0
  165         0.00  0.000  0.259  0.2252    1.2984 .0000E+00 .2940E-01    0.1810 .5117E-02 .1161E-02    0.0005 .1434E-06 .1380E-0
  166         0.00  0.000  0.192  0.1884    0.9261 .0000E+00 .2858E-01    0.2403 .6794E-02 .1442E-02    0.0004 .8843E-07 .1083E-0
  167         1.35  0.119  0.239  0.3492    0.6707 .0000E+00 .2801E-01    0.2926 .8274E-02 .1677E-02    0.0003 .5417E-07 .8462E-0
  168         0.00  0.000  0.299  0.2945    1.0461 .0000E+00 .2884E-01    0.3404 .9626E-02 .1883E-02    0.0002 .3231E-07 .6506E-0
  169         0.05  0.000  0.302  0.2477    1.0785 .0000E+00 .2892E-01    0.3856 .1090E-01 .2071E-02    0.0002 .1830E-07 .5955E-0
  170         0.00  0.000  0.282  0.1960    0.8744 .0000E+00 .2847E-01    0.4266 .1206E-01 .2238E-02    0.0001 .6562E-08 .3076E-0
  171         0.00  0.000  0.307  0.1425    0.3268 .0000E+00 .1393E-01    0.4490 .1270E-01 .2328E-02    0.0001 .4477E-08 .2546E-0
  172         0.00  0.000  0.044  0.1351    0.0000 .0000E+00 .0000E+00    0.4324 .1223E-01 .2261E-02    0.0001 .4233E-08 .2653E-0
  173         0.57  0.000  0.112  0.2115    0.0000 .0000E+00 .0000E+00    0.3947 .1116E-01 .2108E-02    0.0002 .1620E-07 .4975E-0
  174         0.00  0.000  0.228  0.1734    0.0000 .0000E+00 .0000E+00    0.3601 .1018E-01 .1966E-02    0.0002 .3003E-07 .6708E-0
  175         0.00  0.000  0.112  0.1547    0.0000 .0000E+00 .0000E+00    0.3285 .9290E-02 .1832E-02    0.0003 .4642E-07 .8290E-0
  176         0.68  0.000  0.109  0.2498    0.0000 .0000E+00 .0000E+00    0.2996 .8472E-02 .1707E-02    0.0003 .6447E-07 .9731E-0
  177         0.07  0.000  0.227  0.2236    0.0000 .0000E+00 .0000E+00    0.2731 .7723E-02 .1591E-02    0.0004 .8346E-07 .1104E-0
  178         0.00  0.000  0.282  0.1766    0.0000 .0000E+00 .0000E+00    0.2489 .7038E-02 .1482E-02    0.0004 .1029E-06 .1536E-0
  179         0.00  0.000  0.207  0.1422    0.0000 .0000E+00 .0000E+00    0.2268 .6412E-02 .1380E-02    0.0002 .6456E-07 .1017E-0
  180         0.00  0.000  0.039  0.1357    0.0000 .0000E+00 .0000E+00    0.2065 .5839E-02 .1285E-02    0.0005 .1407E-06 .1426E-0
  181         0.00  0.000  0.004  0.1350    0.0000 .0000E+00 .0000E+00    0.1880 .5315E-02 .1196E-02    0.0005 .1586E-06 .1513E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1711 .4837E-02 .1113E-02    0.0005 .1755E-06 .1590E-0
  183         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.1556 .4399E-02 .1035E-02    0.0005 .1913E-06 .1658E-0
  184         0.91  0.014  0.081  0.2708    0.0000 .0000E+00 .0000E+00    0.1415 .4000E-02 .9628E-03    0.0006 .2059E-06 .1719E-0
  185         0.06  0.000  0.158  0.2544    0.0000 .0000E+00 .0000E+00    0.1286 .3635E-02 .8952E-03    0.0006 .2191E-06 .1773E-0
  186         0.00  0.000  0.194  0.2222    0.0000 .0000E+00 .0000E+00    0.1168 .3302E-02 .8320E-03    0.0006 .2311E-06 .1820E-0
  187         0.71  0.002  0.149  0.3154    0.0000 .0000E+00 .0000E+00    0.1061 .2999E-02 .7730E-03    0.0006 .2417E-06 .1860E-0
  188         0.00  0.000  0.204  0.2769    0.1310 .0000E+00 .2682E-01    0.1229 .3475E-02 .8634E-03    0.0006 .2274E-06 .2227E-0
  189         0.00  0.000  0.235  0.2333    0.1987 .0000E+00 .2697E-01    0.1815 .5131E-02 .1164E-02    0.0005 .1479E-06 .1450E-0
  190         0.40  0.000  0.186  0.2651    0.0753 .0000E+00 .2287E-01    0.2311 .6536E-02 .1400E-02    0.0004 .1033E-06 .1212E-0
  191         0.00  0.000  0.256  0.2225    0.0000 .0000E+00 .0000E+00    0.2473 .6992E-02 .1474E-02    0.0004 .9177E-07 .1143E-0
  192         0.00  0.000  0.272  0.1771    0.0000 .0000E+00 .0000E+00    0.2253 .6369E-02 .1373E-02    0.0004 .1096E-06 .1249E-0
  193         0.00  0.000  0.233  0.1383    0.0000 .0000E+00 .0000E+00    0.2051 .5800E-02 .1278E-02    0.0002 .6348E-07 .1008E-0
  194         0.21  0.000  0.103  0.1561    0.0000 .0000E+00 .0000E+00    0.1867 .5280E-02 .1190E-02    0.0005 .1374E-06 .1408E-0



  195         0.00  0.000  0.072  0.1441    0.0000 .0000E+00 .0000E+00    0.1699 .4804E-02 .1107E-02    0.0005 .1535E-06 .1487E-0
  196         0.00  0.000  0.044  0.1367    0.0000 .0000E+00 .0000E+00    0.1545 .4370E-02 .1030E-02    0.0005 .1686E-06 .1558E-0
  197         0.00  0.000  0.008  0.1354    0.0000 .0000E+00 .0000E+00    0.1405 .3973E-02 .9578E-03    0.0005 .1827E-06 .1620E-0
  198         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.1277 .3611E-02 .8905E-03    0.0005 .1957E-06 .1676E-0
  199         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1160 .3280E-02 .8276E-03    0.0006 .2075E-06 .1725E-0
  200         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1053 .2978E-02 .7690E-03    0.0006 .2180E-06 .1767E-0
  201         0.48  0.000  0.070  0.2033    0.0000 .0000E+00 .0000E+00    0.0956 .2703E-02 .7142E-03    0.0006 .2274E-06 .1804E-0
  202         1.36  0.179  0.133  0.3780    0.0000 .0000E+00 .0000E+00    0.0867 .2452E-02 .6631E-03    0.0006 .2357E-06 .2295E-0
  203         0.32  0.000  0.248  0.3849    2.1187 .0000E+00 .3122E-01    0.1096 .3099E-02 .7902E-03    0.0006 .2029E-06 .1698E-0
  204         0.06  0.000  0.277  0.3433    2.4615 .0000E+00 .3197E-01    0.1814 .5129E-02 .1163E-02    0.0002 .6095E-07 .9873E-0
  205         0.25  0.000  0.222  0.3429    2.1691 .0000E+00 .3133E-01    0.2475 .6998E-02 .1475E-02    0.0004 .8915E-07 .1335E-0
  206         0.18  0.000  0.189  0.3363    1.8941 .0000E+00 .3072E-01    0.3063 .8662E-02 .1736E-02    0.0002 .4028E-07 .7580E-0
  207         0.01  0.000  0.171  0.3044    1.6938 .0000E+00 .3028E-01    0.3588 .1014E-01 .1960E-02    0.0002 .2162E-07 .5562E-0
  208         0.02  0.000  0.206  0.2684    1.5091 .0000E+00 .2987E-01    0.4056 .1147E-01 .2153E-02    0.0001 .5116E-08 .2907E-0
  209         0.00  0.000  0.231  0.2251    1.2667 .0000E+00 .2933E-01    0.4474 .1265E-01 .2321E-02    0.0001 .6905E-08 .2913E-0
  210         0.00  0.000  0.190  0.1887    0.9424 .0000E+00 .2862E-01    0.4840 .1369E-01 .2465E-02    0.0001 .2786E-08 .1802E-0
  211         0.00  0.000  0.195  0.1526    0.4066 .0000E+00 .2078E-01    0.5087 .1438E-01 .2561E-02    0.0000 .1129E-08 .1161E-0
  212         0.00  0.000  0.106  0.1350    0.0000 .0000E+00 .0000E+00    0.4980 .1408E-01 .2520E-02    0.0001 .1870E-08 .1692E-0
  213         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4548 .1286E-01 .2350E-02    0.0001 .7770E-08 .3495E-0
  214         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4152 .1174E-01 .2192E-02    0.0002 .1964E-07 .5470E-0
  215         0.04  0.000  0.029  0.1368    0.0000 .0000E+00 .0000E+00    0.3790 .1072E-01 .2044E-02    0.0002 .3539E-07 .9227E-0
  216         0.00  0.000  0.006  0.1358    0.0000 .0000E+00 .0000E+00    0.3458 .9778E-02 .1905E-02    0.0003 .6090E-07 .9319E-0
  217         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.3154 .8918E-02 .1776E-02    0.0004 .8159E-07 .1078E-0
  218         0.15  0.000  0.080  0.1469    0.0000 .0000E+00 .0000E+00    0.2876 .8132E-02 .1655E-02    0.0004 .1030E-06 .1211E-0
  219         0.00  0.000  0.052  0.1382    0.0000 .0000E+00 .0000E+00    0.2621 .7412E-02 .1542E-02    0.0002 .6209E-07 .9974E-0
  220         0.97  0.023  0.143  0.2722    0.0000 .0000E+00 .0000E+00    0.2389 .6754E-02 .1436E-02    0.0005 .1376E-06 .1412E-0
  221         0.32  0.000  0.187  0.2943    0.0000 .0000E+00 .0000E+00    0.2176 .6151E-02 .1337E-02    0.0005 .1581E-06 .1511E-0
  222         0.00  0.000  0.199  0.2612    0.0000 .0000E+00 .0000E+00    0.1981 .5601E-02 .1245E-02    0.0005 .1776E-06 .1600E-0
  223         0.00  0.000  0.198  0.2282    0.0000 .0000E+00 .0000E+00    0.1803 .5098E-02 .1158E-02    0.0005 .1960E-06 .1680E-0
  224         0.00  0.000  0.241  0.1880    0.0000 .0000E+00 .0000E+00    0.1640 .4638E-02 .1078E-02    0.0006 .2131E-06 .1750E-0
  225         0.05  0.000  0.222  0.1593    0.0000 .0000E+00 .0000E+00    0.1492 .4218E-02 .1003E-02    0.0006 .2288E-06 .1812E-0
  226         0.13  0.000  0.201  0.1475    0.0000 .0000E+00 .0000E+00    0.1356 .3834E-02 .9323E-03    0.0006 .2430E-06 .1867E-0
  227         0.21  0.000  0.086  0.1682    0.0000 .0000E+00 .0000E+00    0.1232 .3484E-02 .8666E-03    0.0006 .2550E-06 .2394E-0
  228         0.23  0.000  0.111  0.1881    0.0000 .0000E+00 .0000E+00    0.1119 .3164E-02 .8053E-03    0.0003 .1367E-06 .1476E-0
  229         0.00  0.000  0.176  0.1588    0.0000 .0000E+00 .0000E+00    0.1016 .2873E-02 .7481E-03    0.0007 .2769E-06 .1990E-0
  230         0.00  0.000  0.130  0.1371    0.0000 .0000E+00 .0000E+00    0.0922 .2607E-02 .6948E-03    0.0007 .2854E-06 .2020E-0
  231         0.07  0.000  0.037  0.1426    0.0000 .0000E+00 .0000E+00    0.0836 .2364E-02 .6450E-03    0.0007 .2926E-06 .2045E-0
  232         0.02  0.000  0.045  0.1385    0.0000 .0000E+00 .0000E+00    0.0758 .2143E-02 .5986E-03    0.0007 .2985E-06 .2065E-0
  233         0.00  0.000  0.013  0.1363    0.0000 .0000E+00 .0000E+00    0.0687 .1942E-02 .5553E-03    0.0007 .3033E-06 .2081E-0
  234         0.00  0.000  0.006  0.1354    0.0000 .0000E+00 .0000E+00    0.0622 .1759E-02 .5149E-03    0.0007 .3059E-06 .2614E-0
  235         0.10  0.000  0.038  0.1458    0.0000 .0000E+00 .0000E+00    0.0563 .1592E-02 .4773E-03    0.0007 .3117E-06 .2104E-0
  236         0.00  0.000  0.045  0.1382    0.0000 .0000E+00 .0000E+00    0.0509 .1440E-02 .4422E-03    0.0007 .3131E-06 .2108E-0
  237         0.00  0.000  0.015  0.1358    0.0000 .0000E+00 .0000E+00    0.0460 .1302E-02 .4095E-03    0.0007 .3138E-06 .2111E-0
  238         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0416 .1176E-02 .3791E-03    0.0007 .3136E-06 .2110E-0
  239         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0376 .1062E-02 .3508E-03    0.0003 .1564E-06 .1584E-0
  240         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0339 .9586E-03 .3245E-03    0.0007 .3108E-06 .2104E-0
  241         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0306 .8645E-03 .2999E-03    0.0007 .3091E-06 .2098E-0
  242         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0276 .7792E-03 .2771E-03    0.0007 .3069E-06 .2090E-0
  243         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0248 .7017E-03 .2559E-03    0.0007 .3042E-06 .2598E-0
  244         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0223 .6316E-03 .2362E-03    0.0007 .3011E-06 .2068E-0
  245         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0201 .5680E-03 .2179E-03    0.0007 .2976E-06 .2055E-0
  246         0.08  0.000  0.031  0.1432    0.0000 .0000E+00 .0000E+00    0.0181 .5104E-03 .2009E-03    0.0007 .2938E-06 .2042E-0
  247         0.42  0.000  0.067  0.2021    0.0000 .0000E+00 .0000E+00    0.0162 .4583E-03 .1851E-03    0.0007 .2898E-06 .2028E-0
  248         1.20  0.115  0.122  0.3626    0.0000 .0000E+00 .0000E+00    0.0145 .4112E-03 .1705E-03    0.0007 .2855E-06 .2013E-0
  249         0.60  0.024  0.177  0.4240    2.2073 .0000E+00 .3141E-01    0.0442 .1250E-02 .3863E-03    0.0006 .2211E-06 .1772E-0
  250         0.26  0.000  0.185  0.4306    3.8556 .0000E+00 .3506E-01    0.1251 .3537E-02 .8740E-03    0.0004 .1135E-06 .1270E-0
  251         0.00  0.000  0.259  0.3816    3.6657 .0000E+00 .3464E-01    0.2043 .5778E-02 .1273E-02    0.0003 .5330E-07 .8711E-0
  252         0.00  0.000  0.237  0.3364    3.1178 .0000E+00 .3343E-01    0.2749 .7772E-02 .1598E-02    0.0002 .2180E-07 .5579E-0
  253         0.00  0.000  0.188  0.2996    2.6782 .0000E+00 .3245E-01    0.3365 .9513E-02 .1866E-02    0.0001 .6728E-08 .3108E-0
  254         0.00  0.000  0.157  0.2681    2.1588 .0000E+00 .3130E-01    0.3901 .1103E-01 .2090E-02    0.0000 .9022E-09 .1150E-0
  255         0.05  0.000  0.124  0.2507    1.8283 .0000E+00 .3057E-01    0.4367 .1235E-01 .2278E-02    0.0000 .0000E+00 .0000E+0
  256         0.27  0.000  0.173  0.2618    1.5181 .0000E+00 .2989E-01    0.4775 .1350E-01 .2440E-02    0.0000 .0000E+00 .0000E+0
  257         2.02  0.519  0.192  0.4751    1.3449 .0000E+00 .2951E-01    0.5135 .1452E-01 .2580E-02    0.0000 .0000E+00 .0000E+0
  258         0.00  0.000  0.190  0.4373    4.8561 .0000E+00 .3727E-01    0.5535 .1565E-01 .2732E-02    0.0000 .0000E+00 .0000E+0
  259         0.00  0.000  0.174  0.4023    4.2522 .0000E+00 .3593E-01    0.6013 .1700E-01 .2912E-02    0.0000 .0000E+00 .0000E+0
  260         0.00  0.000  0.175  0.3674    3.7340 .0000E+00 .3479E-01    0.6418 .1815E-01 .3062E-02    0.0000 .0000E+00 .0000E+0
  261         0.24  0.000  0.132  0.3797    3.3568 .0000E+00 .3395E-01    0.6764 .1912E-01 .3188E-02    0.0000 .0000E+00 .0000E+0
  262         0.05  0.000  0.119  0.3627    3.0532 .0000E+00 .3328E-01    0.7060 .1996E-01 .3295E-02    0.0000 .0000E+00 .0000E+0
  263         0.21  0.000  0.112  0.3736    2.8002 .0000E+00 .3272E-01    0.7315 .2068E-01 .3386E-02    0.0000 .0000E+00 .0000E+0
  264         0.00  0.000  0.128  0.3469    2.5663 .0000E+00 .3221E-01    0.7535 .2131E-01 .3464E-02    0.0000 .0000E+00 .0000E+0
  265         0.00  0.000  0.129  0.3201    2.3135 .0000E+00 .3165E-01    0.7723 .2184E-01 .3531E-02    0.0000 .0000E+00 .0000E+0
  266         0.00  0.000  0.086  0.3006    2.0597 .0000E+00 .3109E-01    0.7881 .2228E-01 .3586E-02    0.0000 .0000E+00 .0000E+0
  267         0.00  0.000  0.112  0.2768    1.8727 .0000E+00 .3067E-01    0.8013 .2266E-01 .3632E-02    0.0000 .0000E+00 .0000E+0
  268         0.01  0.000  0.102  0.2564    1.6894 .0000E+00 .3027E-01    0.8123 .2297E-01 .3671E-02    0.0000 .0000E+00 .0000E+0
  269         0.00  0.000  0.116  0.2320    1.4770 .0000E+00 .2980E-01    0.8213 .2322E-01 .3702E-02    0.0000 .0000E+00 .0000E+0
  270         0.43  0.000  0.147  0.2743    1.1352 .0000E+00 .2904E-01    0.8280 .2341E-01 .3725E-02    0.0000 .0000E+00 .0000E+0
  271         0.00  0.000  0.106  0.2519    0.8697 .0000E+00 .2845E-01    0.8324 .2354E-01 .3741E-02    0.0000 .0000E+00 .0000E+0
  272         0.00  0.000  0.120  0.2271    0.7227 .0000E+00 .2813E-01    0.8351 .2361E-01 .3750E-02    0.0000 .0000E+00 .0000E+0
  273         0.00  0.000  0.125  0.2016    0.5756 .0000E+00 .2780E-01    0.8368 .2366E-01 .3756E-02    0.0000 .0000E+00 .0000E+0
  274         0.00  0.000  0.099  0.1806    0.4310 .0000E+00 .2748E-01    0.8375 .2368E-01 .3758E-02    0.0000 .0000E+00 .0000E+0
  275         0.00  0.000  0.089  0.1612    0.2279 .0000E+00 .2704E-01    0.8372 .2367E-01 .3757E-02    0.0000 .0000E+00 .0000E+0
  276         0.00  0.000  0.092  0.1458    0.0093 .0000E+00 .0000E+00    0.8093 .2288E-01 .3660E-02    0.0000 .7112E-11 .1052E-0
  277         0.00  0.000  0.065  0.1350    0.0000 .0000E+00 .0000E+00    0.7402 .2093E-01 .3417E-02    0.0001 .4531E-08 .2684E-0
  278         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6768 .1914E-01 .3189E-02    0.0002 .2205E-07 .7437E-0
  279         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.6187 .1749E-01 .2977E-02    0.0003 .5933E-07 .9219E-0
  280         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5654 .1599E-01 .2778E-02    0.0004 .9572E-07 .1169E-0
  281         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.5166 .1461E-01 .2592E-02    0.0005 .1360E-06 .1393E-0
  282         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4718 .1334E-01 .2417E-02    0.0005 .1784E-06 .1594E-0
  283         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4308 .1218E-01 .2255E-02    0.0006 .2212E-06 .1775E-0
  284         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3933 .1112E-01 .2103E-02    0.0003 .1315E-06 .1451E-0
  285         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3589 .1015E-01 .1960E-02    0.0007 .2887E-06 .2043E-0
  286         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3274 .9256E-02 .1827E-02    0.0007 .3275E-06 .2724E-0
  287         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2985 .8441E-02 .1703E-02    0.0008 .3773E-06 .2316E-0
  288         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2721 .7695E-02 .1587E-02    0.0004 .2048E-06 .1811E-0
  289         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2480 .7013E-02 .1478E-02    0.0008 .4268E-06 .2476E-0
  290         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2259 .6388E-02 .1376E-02    0.0008 .4536E-06 .2551E-0



  291         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2057 .5817E-02 .1281E-02    0.0009 .4771E-06 .2614E-0
  292         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1873 .5296E-02 .1193E-02    0.0009 .4973E-06 .2668E-0
  293         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1704 .4819E-02 .1110E-02    0.0009 .5124E-06 .3390E-0
  294         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1550 .4383E-02 .1032E-02    0.0009 .5356E-06 .2757E-0
  295         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1409 .3985E-02 .9601E-03    0.0009 .5461E-06 .2784E-0
  296         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1281 .3622E-02 .8926E-03    0.0009 .5540E-06 .2804E-0
  297         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1164 .3290E-02 .8296E-03    0.0005 .2823E-06 .2118E-0
  298         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1057 .2987E-02 .7708E-03    0.0009 .5594E-06 .2825E-0
  299         0.37  0.000  0.036  0.1906    0.0000 .0000E+00 .0000E+00    0.0959 .2711E-02 .7159E-03    0.0009 .5616E-06 .2830E-0
  300         0.00  0.000  0.016  0.1880    0.0000 .0000E+00 .0000E+00    0.0870 .2460E-02 .6647E-03    0.0009 .5620E-06 .2830E-0
  301         0.00  0.000  0.019  0.1849    0.0000 .0000E+00 .0000E+00    0.0789 .2230E-02 .6169E-03    0.0009 .5582E-06 .3529E-0
  302         0.00  0.000  0.018  0.1819    0.0000 .0000E+00 .0000E+00    0.0715 .2021E-02 .5724E-03    0.0009 .5597E-06 .2818E-0
  303         0.44  0.000  0.036  0.2492    0.0000 .0000E+00 .0000E+00    0.0647 .1831E-02 .5309E-03    0.0005 .2803E-06 .2110E-0
  304         0.00  0.000  0.019  0.2460    0.0000 .0000E+00 .0000E+00    0.0586 .1657E-02 .4921E-03    0.0009 .5493E-06 .3490E-0
  305         0.00  0.000  0.020  0.2427    0.0000 .0000E+00 .0000E+00    0.0530 .1500E-02 .4561E-03    0.0009 .5436E-06 .2777E-0
  306         0.00  0.000  0.020  0.2394    0.0000 .0000E+00 .0000E+00    0.0480 .1356E-02 .4225E-03    0.0009 .5365E-06 .2759E-0
  307         0.00  0.000  0.020  0.2361    0.0000 .0000E+00 .0000E+00    0.0433 .1226E-02 .3912E-03    0.0009 .5287E-06 .2739E-0
  308         0.00  0.000  0.019  0.2328    0.0000 .0000E+00 .0000E+00    0.0392 .1107E-02 .3620E-03    0.0009 .5203E-06 .2717E-0
  309         0.00  0.000  0.019  0.2296    0.0000 .0000E+00 .0000E+00    0.0353 .9993E-03 .3349E-03    0.0009 .5115E-06 .2694E-0
  310         0.89  0.021  0.037  0.3673    0.0022 .0000E+00 .6638E-02    0.0385 .1088E-02 .3569E-03    0.0009 .4850E-06 .2623E-0
  311         0.00  0.000  0.049  0.3539    1.9358 .0000E+00 .3081E-01    0.0759 .2147E-02 .5950E-03    0.0008 .3869E-06 .2344E-0
  312         0.01  0.000  0.055  0.3413    2.1723 .0000E+00 .3133E-01    0.1494 .4223E-02 .1002E-02    0.0006 .2567E-06 .1909E-0
  313         0.00  0.000  0.052  0.3275    1.9740 .0000E+00 .3090E-01    0.2168 .6130E-02 .1333E-02    0.0005 .1727E-06 .1567E-0
  314         0.00  0.000  0.046  0.3147    1.8351 .0000E+00 .3059E-01    0.2774 .7844E-02 .1610E-02    0.0004 .1172E-06 .1291E-0
  315         0.00  0.000  0.047  0.3018    1.6759 .0000E+00 .3024E-01    0.3320 .9389E-02 .1847E-02    0.0004 .7962E-07 .1065E-0
  316         0.00  0.000  0.041  0.2899    1.5190 .0000E+00 .2989E-01    0.3811 .1078E-01 .2053E-02    0.0001 .2673E-07 .6575E-0
  317         0.00  0.000  0.037  0.2788    1.3656 .0000E+00 .2955E-01    0.4252 .1202E-01 .2232E-02    0.0003 .4359E-07 .7652E-0
  318         0.00  0.000  0.051  0.2654    1.2128 .0000E+00 .2921E-01    0.4647 .1314E-01 .2389E-02    0.0002 .3006E-07 .6351E-0
  319         0.00  0.000  0.060  0.2506    1.0429 .0000E+00 .2884E-01    0.4999 .1413E-01 .2527E-02    0.0002 .2103E-07 .5312E-0
  320         0.00  0.000  0.053  0.2369    0.9062 .0000E+00 .2854E-01    0.5313 .1502E-01 .2648E-02    0.0002 .1508E-07 .4501E-0
  321         0.40  0.000  0.062  0.2886    0.7677 .0000E+00 .2823E-01    0.5592 .1581E-01 .2754E-02    0.0001 .1122E-07 .3887E-0
  322         0.00  0.000  0.041  0.2770    0.6316 .0000E+00 .2793E-01    0.5841 .1652E-01 .2848E-02    0.0001 .8779E-08 .3448E-0
  323         0.02  0.000  0.050  0.2673    0.4975 .0000E+00 .2763E-01    0.6061 .1714E-01 .2930E-02    0.0001 .7334E-08 .3162E-0
  324         0.53  0.000  0.064  0.3404    0.3643 .0000E+00 .2734E-01    0.6255 .1769E-01 .3002E-02    0.0001 .6607E-08 .3014E-0
  325         0.00  0.000  0.044  0.3282    1.3617 .0000E+00 .2954E-01    0.6450 .1824E-01 .3073E-02    0.0001 .6204E-08 .2921E-0
  326         0.00  0.000  0.043  0.3162    1.3175 .0000E+00 .2944E-01    0.6663 .1884E-01 .3151E-02    0.0001 .6117E-08 .3571E-0
  327         0.00  0.000  0.056  0.3020    1.1810 .0000E+00 .2914E-01    0.6854 .1938E-01 .3221E-02    0.0001 .5301E-08 .2785E-0
  328         0.00  0.000  0.057  0.2877    1.0081 .0000E+00 .2876E-01    0.7021 .1985E-01 .3281E-02    0.0001 .5763E-08 .2903E-0
  329         0.00  0.000  0.052  0.2742    0.8787 .0000E+00 .2847E-01    0.7164 .2026E-01 .3332E-02    0.0001 .6701E-08 .3129E-0
  330         0.00  0.000  0.059  0.2598    0.7400 .0000E+00 .2817E-01    0.7288 .2061E-01 .3377E-02    0.0001 .8139E-08 .3445E-0
  331         0.22  0.000  0.062  0.2814    0.6027 .0000E+00 .2786E-01    0.7394 .2091E-01 .3414E-02    0.0001 .1015E-07 .3844E-0
  332         0.00  0.000  0.044  0.2695    0.4679 .0000E+00 .2757E-01    0.7484 .2116E-01 .3446E-02    0.0001 .1281E-07 .4313E-0
  333         1.05  0.064  0.055  0.4200    0.5109 .0000E+00 .2766E-01    0.7562 .2138E-01 .3474E-02    0.0001 .7382E-08 .3550E-0
  334         0.00  0.000  0.037  0.4080    3.6409 .0000E+00 .3458E-01    0.7703 .2178E-01 .3524E-02    0.0002 .1810E-07 .6425E-0
  335         0.95  0.308  0.047  0.5010    4.6148 .0000E+00 .3674E-01    0.7966 .2253E-01 .3616E-02    0.0002 .1764E-07 .5059E-0
  336         0.00  0.000  0.037  0.4882    5.8677 .0000E+00 .3951E-01    0.8270 .2338E-01 .3722E-02    0.0002 .1645E-07 .4889E-0
  337         0.01  0.000  0.045  0.4758    5.5442 .0000E+00 .3879E-01    0.8585 .2428E-01 .3831E-02    0.0002 .1541E-07 .4737E-0
  338         0.00  0.000  0.037  0.4632    5.2211 .0000E+00 .3808E-01    0.8856 .2504E-01 .3924E-02    0.0002 .1579E-07 .4796E-0
  339  *      0.46  0.000  0.034  0.4603    4.9550 .0000E+00 .3749E-01    0.9088 .2570E-01 .4003E-02    0.0002 .1741E-07 .5036E-0
  340         0.00  0.039  0.004  0.5010    5.2885 .0000E+00 .3822E-01    0.9298 .2629E-01 .4074E-02    0.0002 .1995E-07 .5388E-0
  341         0.00  0.012  0.040  0.4990    5.9793 .0000E+00 .3975E-01    0.9518 .2691E-01 .4148E-02    0.0002 .2268E-07 .5743E-0
  342         1.14  1.069  0.048  0.4962    5.9163 .0000E+00 .3961E-01    0.9743 .2755E-01 .4224E-02    0.0001 .1166E-07 .4483E-0
  343         0.00  0.000  0.040  0.4830    5.7336 .0000E+00 .3921E-01    0.9943 .2811E-01 .4291E-02    0.0002 .2970E-07 .6490E-0
  344         0.58  0.371  0.061  0.5010    5.8093 .0000E+00 .3938E-01    1.0122 .2862E-01 .4350E-02    0.0002 .3506E-07 .7062E-0
  345         0.05  0.038  0.054  0.4873    5.8590 .0000E+00 .3949E-01    1.0290 .2909E-01 .4406E-02    0.0003 .4339E-07 .9789E-0
  346         0.00  0.000  0.044  0.4736    5.4940 .0000E+00 .3868E-01    1.0437 .2951E-01 .4455E-02    0.0003 .5135E-07 .8619E-0
  347         0.00  0.000  0.038  0.4609    5.1415 .0000E+00 .3790E-01    1.0552 .2984E-01 .4493E-02    0.0003 .6230E-07 .9487E-0
  348         0.00  0.000  0.043  0.4476    4.8242 .0000E+00 .3720E-01    1.0638 .3008E-01 .4521E-02    0.0003 .7577E-07 .1046E-0
  349         0.18  0.000  0.052  0.4627    4.6472 .0000E+00 .3681E-01    1.0702 .3026E-01 .4542E-02    0.0002 .4334E-07 .8504E-0
  350         0.00  0.000  0.041  0.4497    4.7966 .0000E+00 .3714E-01    1.0758 .3042E-01 .4560E-02    0.0004 .1053E-06 .1229E-0
  351         0.26  0.000  0.047  0.4790    4.8139 .0000E+00 .3718E-01    1.0814 .3058E-01 .4579E-02    0.0004 .1241E-06 .1334E-0
  352         0.16  0.000  0.051  0.4907    5.4969 .0000E+00 .3869E-01    1.0882 .3077E-01 .4601E-02    0.0005 .1438E-06 .1435E-0
  353         0.00  0.000  0.039  0.4776    5.5850 .0000E+00 .3888E-01    1.0970 .3102E-01 .4630E-02    0.0005 .1637E-06 .1530E-0
  354  *      0.02  0.000  0.040  0.4679    5.2717 .0000E+00 .3819E-01    1.1047 .3124E-01 .4655E-02    0.0005 .1846E-06 .1625E-0
  355  *      0.89  0.000  0.033  0.4649    5.0679 .0000E+00 .3774E-01    1.1103 .3139E-01 .4673E-02    0.0006 .2080E-06 .1725E-0
  356  *      0.49  0.000  0.028  0.4619    4.9806 .0000E+00 .3754E-01    1.1144 .3151E-01 .4687E-02    0.0006 .2338E-06 .1829E-0
  357         0.00  0.000  0.038  0.4590    4.9082 .0000E+00 .3738E-01    1.1178 .3161E-01 .4697E-02    0.0006 .2616E-06 .1935E-0
  358         0.65  1.581  0.000  0.5010    5.6552 .0000E+00 .3904E-01    1.1222 .3173E-01 .4712E-02    0.0007 .2899E-06 .2036E-0
  359         0.18  0.170  0.050  0.4878    5.8639 .0000E+00 .3950E-01    1.1294 .3194E-01 .4735E-02    0.0007 .3170E-06 .2128E-0
  360         0.00  0.000  0.039  0.4748    5.5132 .0000E+00 .3872E-01    1.1360 .3212E-01 .4757E-02    0.0007 .3444E-06 .2217E-0
  361         0.14  0.000  0.054  0.4827    5.3418 .0000E+00 .3834E-01    1.1405 .3225E-01 .4771E-02    0.0008 .3740E-06 .2311E-0
  362         0.34  0.143  0.048  0.5010    5.7720 .0000E+00 .3929E-01    1.1448 .3237E-01 .4785E-02    0.0008 .4051E-06 .2405E-0
  363  *      0.90  0.000  0.036  0.4977    5.9653 .0000E+00 .3972E-01    1.1508 .3254E-01 .4805E-02    0.0008 .4355E-06 .2493E-0
  364  *      0.00  0.000  0.035  0.4944    5.8733 .0000E+00 .3952E-01    1.1568 .3271E-01 .4824E-02    0.0008 .4658E-06 .3237E-0
  365         0.96  1.083  0.000  0.5010    5.9583 .0000E+00 .3971E-01    1.1622 .3286E-01 .4841E-02    0.0009 .5040E-06 .2684E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   23
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    4.93    3.87    2.32    2.31    1.46    4.42
                                  4.98    2.29    5.84    0.81    3.12    8.36
 
 RUNOFF                           3.408   1.890   0.001   0.009   0.000   0.149
                                  0.196   0.023   0.657   0.000   0.085   4.814
 
 EVAPOTRANSPIRATION               0.549   1.049   3.053   2.001   1.639   4.025
                                  4.443   2.267   3.987   0.489   1.355   1.207



 
 PERCOLATION/LEAKAGE THROUGH      0.0000  0.7559  0.9978  0.1130  0.0624  0.2461
   LAYER  2                       0.3408  0.0000  0.7953  0.0545  0.7089  1.1934
 
 LATERAL DRAINAGE COLLECTED       0.0700  0.3428  0.8923  0.3083  0.1001  0.1602
   FROM LAYER  3                  0.1912  0.1361  0.4209  0.2911  0.3717  0.9142
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.0182  0.0576  0.1355  0.0581  0.0249  0.0333
   LAYER  4                       0.0405  0.0303  0.0715  0.0545  0.0654  0.1379
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1131  0.0293  0.0367  0.1192  0.0927  0.0459
   LAYER  7                       0.0404  0.0533  0.0151  0.0628  0.0326  0.0422
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            0.000   3.746   2.945   0.030   0.009   0.310
   TOP OF LAYER  2                0.480   0.000   1.990   0.022   0.987   5.412
 
 STD. DEVIATION OF DAILY          0.000   2.480   1.325   0.083   0.032   0.525
   HEAD ON TOP OF LAYER  2        0.808   0.000   1.377   0.086   0.823   0.438
 
 AVERAGE DAILY HEAD ON            0.080   0.433   1.018   0.363   0.114   0.189
   TOP OF LAYER  4                0.218   0.155   0.496   0.332   0.438   1.043
 
 STD. DEVIATION OF DAILY          0.066   0.368   0.030   0.193   0.048   0.157
   HEAD ON TOP OF LAYER  4        0.128   0.125   0.311   0.253   0.272   0.104
 
 AVERAGE DAILY HEAD ON            0.001   0.000   0.000   0.001   0.001   0.000
   TOP OF LAYER  7                0.000   0.001   0.000   0.001   0.000   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   23
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           44.71         405743.187    100.00
 
   RUNOFF                                  11.232        101934.312     25.12
 
   EVAPOTRANSPIRATION                      26.065        236543.016     58.30
 
   PERC./LEAKAGE THROUGH LAYER  2           5.267984      47806.953     11.78
 
   AVG. HEAD ON TOP OF LAYER  2             1.3276
 
   DRAINAGE COLLECTED FROM LAYER  3         4.1990        38105.652      9.39
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.727727       6604.122      1.63
 
   AVG. HEAD ON TOP OF LAYER  4             0.4067
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0001            1.158      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.683342       6201.329      1.53
 
   AVG. HEAD ON TOP OF LAYER  7             0.0006
 
   CHANGE IN WATER STORAGE                  2.530         22957.738      5.66
 
   SOIL WATER AT START OF YEAR            283.777       2575277.250
 
   SOIL WATER AT END OF YEAR              285.986       2595321.250
 
   SNOW WATER AT START OF YEAR              0.266          2412.577      0.59
 
   SNOW WATER AT END OF YEAR                0.587          5326.274      1.31
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.031      0.00
 
 *******************************************************************************



    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   24
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1  *      0.28  0.010  0.035  0.4960    5.9476 .0000E+00 .3968E-01    1.1674 .3301E-01 .4858E-02    0.0005 .2680E-06 .2066E-0
    2  *      0.12  0.000  0.035  0.4927    5.8327 .0000E+00 .3943E-01    1.1718 .3313E-01 .4873E-02    0.0009 .5614E-06 .2830E-0
    3  *      0.15  0.000  0.037  0.4894    5.7485 .0000E+00 .3924E-01    1.1754 .3323E-01 .4884E-02    0.0010 .5952E-06 .2914E-0
    4  *      0.00  0.000  0.035  0.4862    5.6592 .0000E+00 .3904E-01    1.1781 .3331E-01 .4893E-02    0.0010 .6301E-06 .2998E-0
    5  *      0.00  0.000  0.040  0.4831    5.5707 .0000E+00 .3885E-01    1.1801 .3337E-01 .4899E-02    0.0010 .6659E-06 .3082E-0
    6         0.00  0.000  0.042  0.4799    5.4832 .0000E+00 .3866E-01    1.1814 .3340E-01 .4903E-02    0.0010 .7023E-06 .3165E-0
    7         0.10  0.301  0.000  0.5010    5.7876 .0000E+00 .3933E-01    1.1830 .3345E-01 .4908E-02    0.0011 .7385E-06 .3245E-0
    8         0.00  0.407  0.000  0.4977    5.9656 .0000E+00 .3972E-01    1.1859 .3353E-01 .4918E-02    0.0011 .7729E-06 .3319E-0
    9  *      0.00  0.000  0.040  0.4845    5.7745 .0000E+00 .3930E-01    1.1888 .3361E-01 .4927E-02    0.0011 .8107E-06 .4249E-0
   10         0.00  0.000  0.044  0.4708    5.4196 .0000E+00 .3851E-01    1.1900 .3365E-01 .4931E-02    0.0011 .8489E-06 .3479E-0
   11         0.00  0.000  0.043  0.4573    5.0601 .0000E+00 .3772E-01    1.1890 .3362E-01 .4928E-02    0.0012 .8867E-06 .3555E-0
   12  *      0.09  0.000  0.040  0.4544    4.8056 .0000E+00 .3716E-01    1.1863 .3354E-01 .4919E-02    0.0012 .9262E-06 .3633E-0
   13  *      0.00  0.000  0.042  0.4462    4.6690 .0000E+00 .3686E-01    1.1826 .3344E-01 .4907E-02    0.0012 .9661E-06 .3711E-0
   14  *      1.00  0.000  0.029  0.4434    4.4939 .0000E+00 .3647E-01    1.1784 .3332E-01 .4894E-02    0.0012 .1006E-05 .3785E-0
   15  *      0.00  0.000  0.032  0.4406    4.3980 .0000E+00 .3626E-01    1.1736 .3318E-01 .4878E-02    0.0013 .1044E-05 .3857E-0
   16  *  *   0.26  0.000  0.034  0.4355    1.7815 .0000E+00 .3047E-01    1.1631 .3289E-01 .4845E-02    0.0013 .1091E-05 .3942E-0
   17  *  *   0.04  0.000  0.034  0.4308    0.8105 .0000E+00 .2832E-01    1.1421 .3229E-01 .4776E-02    0.0013 .1154E-05 .4054E-0
   18  *  *   0.00  0.000  0.037  0.4261    0.6805 .0000E+00 .2804E-01    1.1190 .3164E-01 .4702E-02    0.0014 .1217E-05 .4162E-0
   19  *  *   0.00  0.000  0.029  0.4215    0.5518 .0000E+00 .2775E-01    1.0971 .3102E-01 .4630E-02    0.0014 .1274E-05 .4258E-0
   20     *   0.00  0.000  0.042  0.4169    0.4244 .0000E+00 .2747E-01    1.0763 .3043E-01 .4562E-02    0.0014 .1326E-05 .4343E-0
   21  *  *   0.40  0.000  0.033  0.4124    0.2983 .0000E+00 .2719E-01    1.0564 .2987E-01 .4497E-02    0.0015 .1371E-05 .4416E-0
   22  *  *   0.00  0.000  0.038  0.4079    0.1735 .0000E+00 .2692E-01    1.0375 .2933E-01 .4434E-02    0.0015 .1411E-05 .4479E-0
   23  *  *   0.00  0.000  0.035  0.4044    0.0499 .0000E+00 .2084E-01    1.0136 .2866E-01 .4355E-02    0.0015 .1457E-05 .4552E-0
   24  *  *   0.00  0.000  0.035  0.4044    0.0000 .0000E+00 .0000E+00    0.9612 .2718E-01 .4180E-02    0.0016 .1559E-05 .4707E-0
   25  *  *   0.00  0.000  0.037  0.4044    0.0000 .0000E+00 .0000E+00    0.8795 .2487E-01 .3903E-02    0.0016 .1719E-05 .4941E-0
   26  *  *   0.00  0.000  0.038  0.4044    0.0000 .0000E+00 .0000E+00    0.8046 .2275E-01 .3644E-02    0.0008 .9278E-06 .3857E-0
   27  *  *   0.00  0.000  0.039  0.4044    0.0000 .0000E+00 .0000E+00    0.7359 .2081E-01 .3402E-02    0.0017 .1919E-05 .6560E-0
   28  *  *   0.00  0.000  0.038  0.4044    0.0000 .0000E+00 .0000E+00    0.6729 .1903E-01 .3175E-02    0.0018 .2057E-05 .5402E-0
   29  *  *   0.43  0.000  0.000  0.4044    0.0000 .0000E+00 .0000E+00    0.6151 .1739E-01 .2963E-02    0.0018 .2125E-05 .5489E-0
   30  *  *   0.07  0.000  0.031  0.4044    0.0000 .0000E+00 .0000E+00    0.5621 .1589E-01 .2765E-02    0.0018 .2173E-05 .5550E-0
   31  *  *   0.40  0.000  0.026  0.4044    0.0000 .0000E+00 .0000E+00    0.5136 .1452E-01 .2580E-02    0.0019 .2204E-05 .5588E-0
   32  *  *   0.00  0.000  0.035  0.4044    0.0000 .0000E+00 .0000E+00    0.4691 .1326E-01 .2407E-02    0.0019 .2218E-05 .5606E-0
   33  *  *   0.27  0.000  0.000  0.4044    0.0000 .0000E+00 .0000E+00    0.4283 .1211E-01 .2245E-02    0.0009 .1109E-05 .4221E-0
   34     *   0.00  0.140  0.008  0.4314    0.0000 .0000E+00 .0000E+00    0.3909 .1105E-01 .2093E-02    0.0018 .2196E-05 .5597E-0
   35     *   0.00  0.303  0.000  0.4518    0.0000 .0000E+00 .0000E+00    0.3567 .1009E-01 .1951E-02    0.0018 .2179E-05 .5574E-0
   36     *   0.00  0.437  0.000  0.4615    0.0000 .0000E+00 .0000E+00    0.3254 .9201E-02 .1819E-02    0.0018 .2136E-05 .6906E-0
   37  *  *   0.00  0.000  0.032  0.4615    0.0000 .0000E+00 .0000E+00    0.2968 .8391E-02 .1695E-02    0.0018 .2122E-05 .5483E-0
   38  *  *   0.00  0.000  0.033  0.4615    0.0000 .0000E+00 .0000E+00    0.2705 .7649E-02 .1579E-02    0.0018 .2081E-05 .5428E-0
   39  *  *   0.01  0.000  0.034  0.4615    0.0000 .0000E+00 .0000E+00    0.2465 .6970E-02 .1471E-02    0.0018 .2034E-05 .5368E-0
   40  *  *   0.30  0.000  0.000  0.4615    0.0000 .0000E+00 .0000E+00    0.2246 .6350E-02 .1370E-02    0.0018 .1985E-05 .5302E-0
   41  *  *   0.00  0.000  0.036  0.4615    0.0000 .0000E+00 .0000E+00    0.2045 .5782E-02 .1275E-02    0.0017 .1932E-05 .5232E-0
   42  *  *   0.12  0.000  0.032  0.4615    0.0000 .0000E+00 .0000E+00    0.1861 .5263E-02 .1187E-02    0.0017 .1878E-05 .5158E-0
   43  *  *   0.00  0.000  0.030  0.4615    0.0000 .0000E+00 .0000E+00    0.1694 .4789E-02 .1105E-02    0.0017 .1823E-05 .5082E-0
   44  *  *   0.00  0.000  0.022  0.4615    0.0000 .0000E+00 .0000E+00    0.1541 .4356E-02 .1028E-02    0.0017 .1767E-05 .5004E-0
   45  *  *   0.00  0.000  0.036  0.4615    0.0000 .0000E+00 .0000E+00    0.1401 .3960E-02 .9556E-03    0.0016 .1711E-05 .4924E-0
   46  *  *   0.00  0.000  0.040  0.4615    0.0000 .0000E+00 .0000E+00    0.1273 .3599E-02 .8884E-03    0.0016 .1656E-05 .4843E-0
   47     *   0.00  0.000  0.042  0.4615    0.0000 .0000E+00 .0000E+00    0.1156 .3269E-02 .8257E-03    0.0016 .1600E-05 .4762E-0
   48     *   0.31  1.357  0.000  0.4656    0.0000 .0000E+00 .0000E+00    0.1050 .2969E-02 .7671E-03    0.0008 .7844E-06 .3523E-0
   49     *   0.00  0.000  0.000  0.4648    0.0055 .0000E+00 .4779E-02    0.1000 .2828E-02 .7394E-03    0.0015 .1490E-05 .4599E-0
   50  *  *   0.08  0.000  0.054  0.4648    0.0000 .0000E+00 .0000E+00    0.0984 .2783E-02 .7303E-03    0.0015 .1417E-05 .4481E-0
   51  *  *   0.00  0.000  0.026  0.4648    0.0000 .0000E+00 .0000E+00    0.0893 .2525E-02 .6781E-03    0.0015 .1361E-05 .4398E-0
   52     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0810 .2290E-02 .6295E-03    0.0014 .1316E-05 .4325E-0
   53  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0734 .2076E-02 .5841E-03    0.0014 .1273E-05 .4253E-0
   54  *  *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0665 .1880E-02 .5418E-03    0.0014 .1230E-05 .5212E-0
   55     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0602 .1703E-02 .5023E-03    0.0014 .1181E-05 .4092E-0
   56     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0545 .1541E-02 .4655E-03    0.0013 .1141E-05 .4021E-0
   57     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0493 .1393E-02 .4313E-03    0.0013 .1101E-05 .3951E-0
   58     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0445 .1260E-02 .3994E-03    0.0006 .5313E-06 .2921E-0
   59     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0402 .1138E-02 .3697E-03    0.0013 .1033E-05 .3830E-0
   60     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0363 .1027E-02 .3420E-03    0.0012 .9964E-06 .3762E-0
   61     *   0.22  0.206  0.005  0.4648    0.0054 .0000E+00 .9443E-02    0.0421 .1192E-02 .3822E-03    0.0012 .9352E-06 .4543E-0
   62     *   0.17  0.156  0.005  0.4648    0.0053 .0000E+00 .9214E-02    0.0623 .1763E-02 .5155E-03    0.0011 .8151E-06 .3400E-0
   63     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0712 .2013E-02 .5707E-03    0.0011 .7545E-06 .3271E-0
   64     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0645 .1824E-02 .5293E-03    0.0005 .3747E-06 .2439E-0
   65     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0584 .1651E-02 .4907E-03    0.0011 .7287E-06 .4017E-0
   66     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.0528 .1494E-02 .4547E-03    0.0011 .7129E-06 .3180E-0
   67         0.25  0.172  0.079  0.4601    3.7547 .0000E+00 .2820E-01    0.0758 .2142E-02 .5947E-03    0.0010 .6247E-06 .2977E-0
   68         0.00  0.000  0.090  0.4389    4.7120 .0000E+00 .3695E-01    0.1506 .4258E-02 .1008E-02    0.0004 .2248E-06 .1891E-0
   69         0.00  0.000  0.081  0.4194    4.3140 .0000E+00 .3607E-01    0.2321 .6562E-02 .1404E-02    0.0008 .3570E-06 .2198E-0
   70  *      0.98  0.000  0.043  0.4168    4.0138 .0000E+00 .3541E-01    0.3045 .8610E-02 .1728E-02    0.0006 .2504E-06 .2284E-0
   71         0.12  0.000  0.000  0.4481    4.0003 .0000E+00 .3538E-01    0.3697 .1045E-01 .2005E-02    0.0005 .1560E-06 .1491E-0
   72         0.00  0.000  0.030  0.4644    4.6062 .0000E+00 .3672E-01    0.4306 .1218E-01 .2254E-02    0.0004 .1114E-06 .1260E-0
   73         0.00  0.373  0.018  0.5010    5.5989 .0000E+00 .3891E-01    0.4908 .1388E-01 .2492E-02    0.0003 .7744E-07 .1052E-0
   74         0.00  0.000  0.125  0.4736    5.7240 .0000E+00 .3919E-01    0.5497 .1554E-01 .2718E-02    0.0003 .5230E-07 .8653E-0
   75         0.00  0.000  0.086  0.4530    5.0824 .0000E+00 .3777E-01    0.6028 .1704E-01 .2918E-02    0.0002 .3571E-07 .7160E-0



   76         0.60  0.178  0.095  0.5010    5.3150 .0000E+00 .3828E-01    0.6497 .1837E-01 .3091E-02    0.0001 .1256E-07 .4455E-0
   77         0.00  0.000  0.078  0.4815    5.7994 .0000E+00 .3935E-01    0.6945 .1964E-01 .3253E-02    0.0002 .2095E-07 .5287E-0
   78         0.00  0.000  0.104  0.4579    5.2454 .0000E+00 .3813E-01    0.7361 .2081E-01 .3403E-02    0.0002 .1507E-07 .4481E-0
   79         0.00  0.000  0.123  0.4312    4.6990 .0000E+00 .3692E-01    0.7712 .2180E-01 .3527E-02    0.0001 .1166E-07 .3965E-0
   80         0.00  0.000  0.113  0.4064    4.2111 .0000E+00 .3584E-01    0.8003 .2263E-01 .3629E-02    0.0001 .1019E-07 .3733E-0
   81         0.00  0.000  0.082  0.3870    3.8125 .0000E+00 .3496E-01    0.8243 .2331E-01 .3713E-02    0.0001 .1007E-07 .3737E-0
   82         0.06  0.000  0.077  0.3784    3.5339 .0000E+00 .3435E-01    0.8444 .2388E-01 .3782E-02    0.0001 .1102E-07 .3931E-0
   83         0.67  0.013  0.092  0.4669    3.6354 .0000E+00 .3457E-01    0.8620 .2437E-01 .3843E-02    0.0001 .1283E-07 .4257E-0
   84         0.00  0.000  0.121  0.4405    4.8084 .0000E+00 .3716E-01    0.8812 .2491E-01 .3908E-02    0.0002 .1497E-07 .4596E-0
   85         0.00  0.000  0.123  0.4140    4.3513 .0000E+00 .3615E-01    0.9019 .2550E-01 .3979E-02    0.0002 .1714E-07 .4914E-0
   86         0.00  0.000  0.124  0.3874    3.8827 .0000E+00 .3512E-01    0.9182 .2596E-01 .4035E-02    0.0002 .2024E-07 .5363E-0
   87         0.11  0.000  0.096  0.3840    3.5434 .0000E+00 .3437E-01    0.9308 .2632E-01 .4077E-02    0.0002 .2493E-07 .5967E-0
   88         0.00  0.000  0.139  0.3553    3.2286 .0000E+00 .3367E-01    0.9404 .2659E-01 .4110E-02    0.0002 .3125E-07 .6692E-0
   89         0.20  0.000  0.102  0.3662    2.9118 .0000E+00 .3297E-01    0.9475 .2679E-01 .4134E-02    0.0002 .3933E-07 .7516E-0
   90         0.74  0.024  0.100  0.4632    3.2498 .0000E+00 .3372E-01    0.9535 .2696E-01 .4154E-02    0.0003 .4898E-07 .8387E-0
   91         2.20  1.846  0.087  0.5010    5.6771 .0000E+00 .3908E-01    0.9656 .2730E-01 .4195E-02    0.0003 .5822E-07 .9117E-0
   92  *      0.25  0.000  0.046  0.4977    5.9653 .0000E+00 .3972E-01    0.9860 .2788E-01 .4263E-02    0.0003 .6506E-07 .9605E-0
   93  *      0.00  0.000  0.082  0.4944    5.8733 .0000E+00 .3952E-01    1.0056 .2843E-01 .4328E-02    0.0003 .7151E-07 .1008E-0
   94  *      0.00  0.000  0.088  0.4871    5.7582 .0000E+00 .3926E-01    1.0229 .2892E-01 .4386E-02    0.0004 .7953E-07 .1064E-0
   95  *      0.16  0.000  0.081  0.4839    5.5935 .0000E+00 .3890E-01    1.0380 .2935E-01 .4436E-02    0.0004 .8948E-07 .1129E-0
   96         0.11  0.004  0.075  0.4924    5.6270 .0000E+00 .3897E-01    1.0514 .2973E-01 .4480E-02    0.0004 .1014E-06 .1203E-0
   97         0.02  0.000  0.080  0.4759    5.6053 .0000E+00 .3893E-01    1.0638 .3008E-01 .4521E-02    0.0004 .1150E-06 .1281E-0
   98         0.68  0.411  0.079  0.5010    5.7344 .0000E+00 .3921E-01    1.0753 .3041E-01 .4559E-02    0.0004 .1301E-06 .1363E-0
   99         0.00  0.000  0.118  0.4749    5.7370 .0000E+00 .3922E-01    1.0864 .3072E-01 .4595E-02    0.0005 .1467E-06 .1448E-0
  100         0.00  0.000  0.167  0.4408    4.9982 .0000E+00 .3758E-01    1.0949 .3096E-01 .4623E-02    0.0005 .1656E-06 .1941E-0
  101         0.41  0.009  0.128  0.4802    4.6958 .0000E+00 .3691E-01    1.0995 .3109E-01 .4638E-02    0.0005 .1937E-06 .1667E-0
  102         0.00  0.000  0.139  0.4506    5.2124 .0000E+00 .3806E-01    1.1037 .3121E-01 .4652E-02    0.0006 .2189E-06 .1772E-0
  103         0.00  0.000  0.144  0.4204    4.5717 .0000E+00 .3664E-01    1.1080 .3133E-01 .4666E-02    0.0006 .2451E-06 .1874E-0
  104         0.00  0.000  0.163  0.3874    3.9929 .0000E+00 .3536E-01    1.1084 .3134E-01 .4667E-02    0.0007 .2757E-06 .1987E-0
  105         1.44  0.578  0.144  0.5010    4.5423 .0000E+00 .3657E-01    1.1079 .3133E-01 .4665E-02    0.0007 .3080E-06 .2100E-0
  106         0.00  0.000  0.196  0.4618    5.6070 .0000E+00 .3893E-01    1.1118 .3144E-01 .4678E-02    0.0004 .1685E-06 .1637E-0
  107         0.00  0.000  0.163  0.4285    4.7451 .0000E+00 .3702E-01    1.1172 .3159E-01 .4696E-02    0.0007 .3586E-06 .2263E-0
  108         0.00  0.000  0.179  0.3926    4.1203 .0000E+00 .3564E-01    1.1178 .3161E-01 .4698E-02    0.0008 .3902E-06 .2362E-0
  109         0.28  0.000  0.151  0.4083    3.6405 .0000E+00 .3458E-01    1.1150 .3153E-01 .4688E-02    0.0008 .4264E-06 .3103E-0
  110         0.84  0.116  0.131  0.5010    4.3309 .0000E+00 .3611E-01    1.1123 .3145E-01 .4680E-02    0.0009 .4740E-06 .2602E-0
  111         0.00  0.000  0.162  0.4676    5.6644 .0000E+00 .3906E-01    1.1151 .3153E-01 .4689E-02    0.0009 .5052E-06 .2686E-0
  112         0.00  0.000  0.186  0.4304    4.8162 .0000E+00 .3718E-01    1.1207 .3169E-01 .4707E-02    0.0009 .5333E-06 .2760E-0
  113         0.54  0.023  0.165  0.4830    4.5696 .0000E+00 .3664E-01    1.1222 .3173E-01 .4712E-02    0.0009 .5665E-06 .2844E-0
  114         0.07  0.000  0.159  0.4618    5.3163 .0000E+00 .3829E-01    1.1243 .3179E-01 .4719E-02    0.0010 .5988E-06 .2923E-0
  115         0.03  0.000  0.126  0.4397    4.7425 .0000E+00 .3702E-01    1.1277 .3189E-01 .4730E-02    0.0010 .6293E-06 .2997E-0
  116         0.00  0.000  0.165  0.4061    4.3580 .0000E+00 .3617E-01    1.1279 .3189E-01 .4730E-02    0.0010 .6638E-06 .3078E-0
  117         0.00  0.000  0.157  0.3740    3.8635 .0000E+00 .3507E-01    1.1256 .3183E-01 .4723E-02    0.0010 .7013E-06 .3163E-0
  118         0.01  0.000  0.131  0.3482    3.4621 .0000E+00 .3419E-01    1.1209 .3169E-01 .4708E-02    0.0011 .7416E-06 .3252E-0
  119         0.00  0.000  0.203  0.3089    2.9172 .0000E+00 .3298E-01    1.1139 .3150E-01 .4685E-02    0.0011 .7842E-06 .3344E-0
  120         0.00  0.000  0.202  0.2700    2.3075 .0000E+00 .3163E-01    1.1043 .3122E-01 .4653E-02    0.0006 .4112E-06 .2574E-0
  121         0.00  0.000  0.163  0.2378    1.7304 .0000E+00 .3036E-01    1.0919 .3087E-01 .4613E-02    0.0012 .8634E-06 .3513E-0
  122         0.00  0.000  0.161  0.2061    1.1777 .0000E+00 .2914E-01    1.0774 .3046E-01 .4565E-02    0.0012 .9121E-06 .3611E-0
  123         2.39  0.599  0.146  0.4757    0.8649 .0000E+00 .2844E-01    1.0613 .3001E-01 .4513E-02    0.0012 .9616E-06 .3707E-0
  124         0.21  0.000  0.135  0.4818    5.2394 .0000E+00 .3812E-01    1.0551 .2983E-01 .4492E-02    0.0012 .9991E-06 .3774E-0
  125         0.04  0.000  0.117  0.4626    5.2909 .0000E+00 .3823E-01    1.0651 .3012E-01 .4525E-02    0.0013 .1012E-05 .3791E-0
  126         0.00  0.000  0.210  0.4215    4.6953 .0000E+00 .3691E-01    1.0731 .3034E-01 .4552E-02    0.0013 .1016E-05 .3801E-0
  127         0.07  0.000  0.176  0.3979    4.0417 .0000E+00 .3547E-01    1.0770 .3045E-01 .4564E-02    0.0013 .1027E-05 .3823E-0
  128         0.14  0.000  0.177  0.3860    3.6119 .0000E+00 .3452E-01    1.0772 .3046E-01 .4565E-02    0.0013 .1045E-05 .3857E-0
  129         0.00  0.000  0.235  0.3412    3.1702 .0000E+00 .3354E-01    1.0749 .3039E-01 .4557E-02    0.0013 .1066E-05 .3898E-0
  130         0.00  0.000  0.216  0.2998    2.8022 .0000E+00 .3273E-01    1.0704 .3027E-01 .4543E-02    0.0013 .1091E-05 .3943E-0
  131         0.00  0.000  0.221  0.2578    2.1311 .0000E+00 .3124E-01    1.0635 .3007E-01 .4520E-02    0.0013 .1119E-05 .3994E-0
  132         0.00  0.000  0.252  0.2109    1.4118 .0000E+00 .2965E-01    1.0532 .2978E-01 .4486E-02    0.0013 .1150E-05 .4050E-0
  133         0.00  0.000  0.205  0.1719    0.7227 .0000E+00 .2813E-01    1.0397 .2940E-01 .4441E-02    0.0014 .1186E-05 .4113E-0
  134         0.00  0.000  0.088  0.1550    0.1514 .0000E+00 .1356E-01    1.0104 .2857E-01 .4344E-02    0.0014 .1239E-05 .5270E-0
  135         0.00  0.000  0.070  0.1433    0.0000 .0000E+00 .0000E+00    0.9465 .2676E-01 .4130E-02    0.0015 .1390E-05 .4445E-0
  136         0.00  0.000  0.050  0.1350    0.0000 .0000E+00 .0000E+00    0.8661 .2449E-01 .3857E-02    0.0015 .1547E-05 .4688E-0
  137         0.09  0.000  0.011  0.1481    0.0000 .0000E+00 .0000E+00    0.7923 .2240E-01 .3601E-02    0.0016 .1683E-05 .4888E-0
  138         0.00  0.000  0.021  0.1446    0.0000 .0000E+00 .0000E+00    0.7246 .2049E-01 .3361E-02    0.0017 .1797E-05 .5050E-0
  139         0.00  0.000  0.030  0.1396    0.0000 .0000E+00 .0000E+00    0.6625 .1873E-01 .3137E-02    0.0017 .1890E-05 .5178E-0
  140         0.00  0.000  0.022  0.1358    0.0000 .0000E+00 .0000E+00    0.6056 .1712E-01 .2928E-02    0.0017 .1963E-05 .5275E-0
  141         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.5534 .1565E-01 .2732E-02    0.0009 .1021E-05 .4023E-0
  142         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.5056 .1429E-01 .2549E-02    0.0018 .2027E-05 .5383E-0
  143         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4617 .1306E-01 .2378E-02    0.0018 .2053E-05 .5416E-0
  144         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4216 .1192E-01 .2218E-02    0.0018 .2065E-05 .5430E-0
  145         0.14  0.000  0.018  0.1553    0.0000 .0000E+00 .0000E+00    0.3848 .1088E-01 .2068E-02    0.0018 .2065E-05 .5428E-0
  146         0.01  0.000  0.018  0.1541    0.0000 .0000E+00 .0000E+00    0.3511 .9928E-02 .1928E-02    0.0018 .2040E-05 .6751E-0
  147         0.03  0.000  0.027  0.1545    0.0000 .0000E+00 .0000E+00    0.3203 .9056E-02 .1797E-02    0.0009 .1037E-05 .4050E-0
  148         0.04  0.000  0.028  0.1564    0.0000 .0000E+00 .0000E+00    0.2920 .8257E-02 .1674E-02    0.0018 .2009E-05 .5350E-0
  149         0.20  0.000  0.028  0.1850    0.0000 .0000E+00 .0000E+00    0.2662 .7527E-02 .1560E-02    0.0017 .1976E-05 .5305E-0
  150         0.20  0.000  0.031  0.2133    0.0000 .0000E+00 .0000E+00    0.2426 .6859E-02 .1453E-02    0.0017 .1938E-05 .5252E-0
  151         0.28  0.000  0.036  0.2539    0.0000 .0000E+00 .0000E+00    0.2210 .6248E-02 .1353E-02    0.0017 .1881E-05 .6475E-0
  152         0.00  0.000  0.035  0.2482    0.0000 .0000E+00 .0000E+00    0.2012 .5689E-02 .1260E-02    0.0017 .1847E-05 .5116E-0
  153         0.41  0.000  0.040  0.3098    0.0000 .0000E+00 .0000E+00    0.1831 .5178E-02 .1172E-02    0.0017 .1799E-05 .5048E-0
  154         0.00  0.000  0.316  0.2526    0.1879 .0000E+00 .2695E-01    0.1934 .5468E-02 .1222E-02    0.0016 .1661E-05 .4851E-0
  155         0.00  0.000  0.301  0.1978    0.2203 .0000E+00 .2702E-01    0.2461 .6959E-02 .1469E-02    0.0015 .1414E-05 .4476E-0
  156         0.10  0.000  0.223  0.1740    0.0613 .0000E+00 .2003E-01    0.2875 .8130E-02 .1655E-02    0.0014 .1236E-05 .4186E-0
  157         0.00  0.000  0.104  0.1567    0.0000 .0000E+00 .0000E+00    0.2943 .8321E-02 .1684E-02    0.0013 .1165E-05 .4065E-0
  158         0.11  0.000  0.077  0.1623    0.0000 .0000E+00 .0000E+00    0.2683 .7585E-02 .1569E-02    0.0014 .1179E-05 .4090E-0
  159         0.00  0.000  0.078  0.1492    0.0000 .0000E+00 .0000E+00    0.2445 .6912E-02 .1462E-02    0.0014 .1187E-05 .4103E-0
  160         0.00  0.000  0.064  0.1385    0.0000 .0000E+00 .0000E+00    0.2227 .6296E-02 .1361E-02    0.0014 .1190E-05 .4108E-0
  161         0.00  0.000  0.019  0.1353    0.0000 .0000E+00 .0000E+00    0.2028 .5733E-02 .1267E-02    0.0014 .1188E-05 .4103E-0
  162         0.41  0.000  0.035  0.1977    0.0000 .0000E+00 .0000E+00    0.1846 .5219E-02 .1179E-02    0.0014 .1181E-05 .4091E-0
  163         0.00  0.000  0.050  0.1894    0.0000 .0000E+00 .0000E+00    0.1679 .4749E-02 .1097E-02    0.0013 .1170E-05 .4073E-0
  164         0.00  0.000  0.069  0.1778    0.0000 .0000E+00 .0000E+00    0.1527 .4319E-02 .1021E-02    0.0013 .1157E-05 .4049E-0
  165         0.00  0.000  0.064  0.1672    0.0000 .0000E+00 .0000E+00    0.1389 .3926E-02 .9493E-03    0.0013 .1140E-05 .4020E-0
  166         0.00  0.000  0.065  0.1563    0.0000 .0000E+00 .0000E+00    0.1262 .3568E-02 .8825E-03    0.0013 .1121E-05 .3987E-0
  167         0.00  0.000  0.065  0.1455    0.0000 .0000E+00 .0000E+00    0.1146 .3241E-02 .8202E-03    0.0013 .1101E-05 .3950E-0
  168         0.00  0.000  0.051  0.1370    0.0000 .0000E+00 .0000E+00    0.1041 .2943E-02 .7620E-03    0.0007 .5461E-06 .2942E-0
  169         0.00  0.000  0.009  0.1355    0.0000 .0000E+00 .0000E+00    0.0945 .2671E-02 .7077E-03    0.0013 .1057E-05 .3879E-0
  170         0.00  0.000  0.003  0.1350    0.0000 .0000E+00 .0000E+00    0.0857 .2423E-02 .6571E-03    0.0013 .1034E-05 .3835E-0
  171         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0777 .2196E-02 .6098E-03    0.0012 .1009E-05 .3789E-0



  172         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0704 .1990E-02 .5658E-03    0.0012 .9845E-06 .3742E-0
  173         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0638 .1803E-02 .5247E-03    0.0012 .9592E-06 .3693E-0
  174         0.66  0.000  0.048  0.2369    0.0000 .0000E+00 .0000E+00    0.0577 .1632E-02 .4864E-03    0.0012 .9338E-06 .3643E-0
  175         0.00  0.000  0.233  0.1980    0.0000 .0000E+00 .0000E+00    0.0522 .1476E-02 .4507E-03    0.0012 .9083E-06 .3593E-0
  176         0.00  0.000  0.081  0.1845    0.0000 .0000E+00 .0000E+00    0.0472 .1335E-02 .4175E-03    0.0012 .8829E-06 .3542E-0
  177         0.01  0.000  0.071  0.1743    0.0000 .0000E+00 .0000E+00    0.0427 .1206E-02 .3865E-03    0.0012 .8578E-06 .3491E-0
  178         0.00  0.000  0.084  0.1603    0.0000 .0000E+00 .0000E+00    0.0385 .1090E-02 .3577E-03    0.0011 .8329E-06 .3440E-0
  179         0.00  0.000  0.090  0.1453    0.0000 .0000E+00 .0000E+00    0.0348 .9835E-03 .3308E-03    0.0011 .8084E-06 .3389E-0
  180         0.00  0.000  0.055  0.1361    0.0000 .0000E+00 .0000E+00    0.0314 .8871E-03 .3059E-03    0.0011 .7843E-06 .3338E-0
  181         0.00  0.000  0.007  0.1350    0.0000 .0000E+00 .0000E+00    0.0283 .7997E-03 .2827E-03    0.0011 .7607E-06 .3287E-0
  182         0.18  0.000  0.044  0.1576    0.0000 .0000E+00 .0000E+00    0.0255 .7203E-03 .2611E-03    0.0011 .7376E-06 .3237E-0
  183         0.72  0.002  0.072  0.2653    0.0000 .0000E+00 .0000E+00    0.0229 .6484E-03 .2410E-03    0.0010 .7111E-06 .3974E-0
  184         0.00  0.000  0.224  0.2279    0.0000 .0000E+00 .0000E+00    0.0206 .5832E-03 .2223E-03    0.0010 .6886E-06 .3125E-0
  185         0.00  0.000  0.267  0.1834    0.0000 .0000E+00 .0000E+00    0.0185 .5242E-03 .2050E-03    0.0010 .6673E-06 .3076E-0
  186         0.00  0.000  0.255  0.1410    0.0000 .0000E+00 .0000E+00    0.0167 .4708E-03 .1889E-03    0.0005 .3232E-06 .2277E-0
  187         0.00  0.000  0.036  0.1350    0.0000 .0000E+00 .0000E+00    0.0149 .4225E-03 .1740E-03    0.0010 .6305E-06 .2992E-0
  188         1.05  0.036  0.145  0.2798    0.0000 .0000E+00 .0000E+00    0.0134 .3788E-03 .1602E-03    0.0010 .6108E-06 .2945E-0
  189         0.00  0.000  0.267  0.2354    0.0000 .0000E+00 .0000E+00    0.0120 .3394E-03 .1473E-03    0.0010 .5918E-06 .2899E-0
  190         0.00  0.000  0.244  0.1947    0.0000 .0000E+00 .0000E+00    0.0107 .3038E-03 .1354E-03    0.0009 .5733E-06 .2853E-0
  191         0.00  0.000  0.222  0.1577    0.0000 .0000E+00 .0000E+00    0.0096 .2716E-03 .1244E-03    0.0009 .5528E-06 .3503E-0
  192         0.00  0.000  0.113  0.1389    0.0000 .0000E+00 .0000E+00    0.0086 .2427E-03 .1142E-03    0.0009 .5345E-06 .2754E-0
  193         0.49  0.000  0.118  0.2009    0.0000 .0000E+00 .0000E+00    0.0077 .2166E-03 .1047E-03    0.0005 .2614E-06 .2038E-0
  194         0.04  0.000  0.206  0.1733    0.0000 .0000E+00 .0000E+00    0.0068 .1931E-03 .9595E-04    0.0009 .5054E-06 .2679E-0
  195         0.71  0.001  0.156  0.2656    0.0000 .0000E+00 .0000E+00    0.0061 .1720E-03 .8787E-04    0.0009 .4898E-06 .2637E-0
  196         0.00  0.000  0.275  0.2198    0.0000 .0000E+00 .0000E+00    0.0054 .1530E-03 .8039E-04    0.0009 .4747E-06 .2596E-0
  197         0.00  0.000  0.296  0.1704    0.0000 .0000E+00 .0000E+00    0.0048 .1360E-03 .7349E-04    0.0008 .4601E-06 .2556E-0
  198         0.00  0.000  0.188  0.1391    0.0000 .0000E+00 .0000E+00    0.0043 .1207E-03 .6712E-04    0.0008 .4461E-06 .2517E-0
  199         0.00  0.000  0.024  0.1350    0.0000 .0000E+00 .0000E+00    0.0038 .1070E-03 .6124E-04    0.0008 .4326E-06 .2478E-0
  200         0.01  0.000  0.010  0.1350    0.0000 .0000E+00 .0000E+00    0.0033 .9470E-04 .5583E-04    0.0008 .4195E-06 .2441E-0
  201         0.08  0.000  0.028  0.1437    0.0000 .0000E+00 .0000E+00    0.0030 .8372E-04 .5084E-04    0.0008 .4051E-06 .2998E-0
  202         0.00  0.000  0.037  0.1376    0.0000 .0000E+00 .0000E+00    0.0026 .7392E-04 .4624E-04    0.0008 .3919E-06 .2358E-0
  203         0.00  0.000  0.011  0.1357    0.0000 .0000E+00 .0000E+00    0.0023 .6516E-04 .4202E-04    0.0008 .3803E-06 .2323E-0
  204         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.0020 .5735E-04 .3814E-04    0.0004 .1845E-06 .1720E-0
  205         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0018 .5040E-04 .3457E-04    0.0007 .3608E-06 .2263E-0
  206         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0016 .4422E-04 .3130E-04    0.0007 .3502E-06 .2230E-0
  207         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0014 .3873E-04 .2830E-04    0.0007 .3401E-06 .2198E-0
  208         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0012 .3385E-04 .2555E-04    0.0007 .3303E-06 .2166E-0
  209         0.56  0.000  0.105  0.2108    0.0000 .0000E+00 .0000E+00    0.0010 .2954E-04 .2304E-04    0.0007 .3209E-06 .2135E-0
  210         0.00  0.000  0.144  0.1869    0.0000 .0000E+00 .0000E+00    0.0009 .2572E-04 .2077E-04    0.0007 .3118E-06 .2104E-0
  211         0.00  0.000  0.157  0.1606    0.0000 .0000E+00 .0000E+00    0.0008 .2235E-04 .1859E-04    0.0007 .3030E-06 .2074E-0
  212         0.00  0.000  0.130  0.1389    0.0000 .0000E+00 .0000E+00    0.0007 .1938E-04 .1671E-04    0.0007 .2935E-06 .2552E-0
  213         0.01  0.000  0.029  0.1357    0.0000 .0000E+00 .0000E+00    0.0006 .1676E-04 .1497E-04    0.0007 .2845E-06 .2010E-0
  214         0.31  0.000  0.074  0.1751    0.0000 .0000E+00 .0000E+00    0.0005 .1446E-04 .1338E-04    0.0007 .2766E-06 .1982E-0
  215         1.45  0.184  0.195  0.3537    0.0000 .0000E+00 .0000E+00    0.0004 .1245E-04 .1194E-04    0.0006 .2691E-06 .1955E-0
  216         0.00  0.000  0.291  0.3005    1.1341 .0000E+00 .2904E-01    0.0292 .8244E-03 .2681E-03    0.0006 .1974E-06 .1674E-0
  217         0.00  0.000  0.310  0.2438    1.3414 .0000E+00 .2950E-01    0.1021 .2887E-02 .7485E-03    0.0002 .4905E-07 .8863E-0
  218         0.11  0.000  0.266  0.2130    1.0102 .0000E+00 .2877E-01    0.1686 .4766E-02 .1100E-02    0.0003 .6568E-07 .9158E-0
  219         1.60  0.213  0.171  0.4110    0.8047 .0000E+00 .2831E-01    0.2276 .6437E-02 .1384E-02    0.0002 .3092E-07 .7600E-0
  220         0.04  0.000  0.200  0.3788    3.0909 .0000E+00 .3337E-01    0.2860 .8085E-02 .1647E-02    0.0001 .6476E-08 .3047E-0
  221         0.00  0.000  0.249  0.3317    3.1210 .0000E+00 .3343E-01    0.3475 .9825E-02 .1912E-02    0.0000 .2654E-09 .6278E-0
  222         0.31  0.000  0.224  0.3406    2.6930 .0000E+00 .3249E-01    0.4030 .1139E-01 .2142E-02    0.0000 .0000E+00 .1110E-1
  223         0.00  0.000  0.202  0.3017    2.3470 .0000E+00 .3172E-01    0.4515 .1277E-01 .2337E-02    0.0000 .0000E+00 .0000E+0
  224         0.00  0.000  0.205  0.2624    1.9248 .0000E+00 .3079E-01    0.4938 .1396E-01 .2504E-02    0.0000 .0000E+00 .0000E+0
  225         0.00  0.000  0.219  0.2210    1.4309 .0000E+00 .2970E-01    0.5300 .1499E-01 .2643E-02    0.0000 .0000E+00 .0000E+0
  226         0.00  0.000  0.197  0.1835    0.9147 .0000E+00 .2855E-01    0.5603 .1584E-01 .2758E-02    0.0000 .0000E+00 .0000E+0
  227         0.05  0.000  0.128  0.1659    0.4338 .0000E+00 .2749E-01    0.5851 .1655E-01 .2852E-02    0.0000 .0000E+00 .0000E+0
  228         0.00  0.000  0.175  0.1368    0.0170 .0000E+00 .0000E+00    0.5789 .1637E-01 .2828E-02    0.0000 .0000E+00 .0000E+0
  229         0.00  0.000  0.007  0.1355    0.0000 .0000E+00 .0000E+00    0.5289 .1496E-01 .2639E-02    0.0000 .0000E+00 .0000E+0
  230         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.4831 .1366E-01 .2462E-02    0.0000 .0000E+00 .0000E+0
  231         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.4412 .1247E-01 .2296E-02    0.0000 .4045E-09 .7767E-0
  232         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.4028 .1139E-01 .2141E-02    0.0001 .4970E-08 .2678E-0
  233         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.3676 .1039E-01 .1996E-02    0.0001 .1366E-07 .4425E-0
  234         0.26  0.000  0.099  0.1618    0.0000 .0000E+00 .0000E+00    0.3353 .9481E-02 .1861E-02    0.0002 .2542E-07 .6026E-0
  235         0.00  0.000  0.068  0.1505    0.0000 .0000E+00 .0000E+00    0.3058 .8647E-02 .1734E-02    0.0002 .3934E-07 .7491E-0
  236         0.00  0.000  0.080  0.1371    0.0000 .0000E+00 .0000E+00    0.2788 .7884E-02 .1616E-02    0.0003 .5469E-07 .8828E-0
  237         0.00  0.000  0.010  0.1355    0.0000 .0000E+00 .0000E+00    0.2541 .7185E-02 .1506E-02    0.0003 .7085E-07 .1004E-0
  238         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.2315 .6546E-02 .1402E-02    0.0004 .8734E-07 .1115E-0
  239         0.42  0.000  0.087  0.1906    0.0000 .0000E+00 .0000E+00    0.2108 .5962E-02 .1305E-02    0.0004 .1038E-06 .1215E-0
  240         0.85  0.026  0.172  0.2992    0.0000 .0000E+00 .0000E+00    0.1919 .5427E-02 .1215E-02    0.0004 .1198E-06 .1305E-0
  241         0.00  0.000  0.224  0.2618    0.0000 .0000E+00 .0000E+00    0.1747 .4939E-02 .1131E-02    0.0005 .1352E-06 .1386E-0
  242         0.00  0.000  0.212  0.2264    0.0000 .0000E+00 .0000E+00    0.1589 .4493E-02 .1052E-02    0.0005 .1498E-06 .1459E-0
  243         0.23  0.000  0.143  0.2409    0.0000 .0000E+00 .0000E+00    0.1445 .4085E-02 .9785E-03    0.0005 .1635E-06 .1524E-0
  244         0.00  0.000  0.176  0.2117    0.0000 .0000E+00 .0000E+00    0.1313 .3713E-02 .9098E-03    0.0005 .1761E-06 .1582E-0
  245         0.00  0.000  0.255  0.1691    0.0000 .0000E+00 .0000E+00    0.1193 .3374E-02 .8456E-03    0.0003 .9426E-07 .1226E-0
  246         0.00  0.000  0.192  0.1372    0.0000 .0000E+00 .0000E+00    0.1084 .3064E-02 .7858E-03    0.0005 .1939E-06 .1667E-0
  247         0.00  0.000  0.012  0.1351    0.0000 .0000E+00 .0000E+00    0.0984 .2781E-02 .7299E-03    0.0006 .2036E-06 .1708E-0
  248         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0892 .2523E-02 .6777E-03    0.0006 .2123E-06 .1743E-0
  249         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0809 .2288E-02 .6291E-03    0.0006 .2199E-06 .1774E-0
  250         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0733 .2074E-02 .5837E-03    0.0006 .2266E-06 .1799E-0
  251         0.52  0.000  0.069  0.2102    0.0000 .0000E+00 .0000E+00    0.0664 .1879E-02 .5414E-03    0.0006 .2315E-06 .2276E-0
  252         1.24  0.144  0.150  0.3680    0.0000 .0000E+00 .0000E+00    0.0602 .1701E-02 .5020E-03    0.0006 .2393E-06 .1843E-0
  253         0.00  0.000  0.184  0.3322    1.6225 .0000E+00 .3012E-01    0.0843 .2385E-02 .6457E-03    0.0006 .1986E-06 .1680E-0
  254         0.00  0.000  0.117  0.3076    1.7998 .0000E+00 .3051E-01    0.1551 .4385E-02 .1031E-02    0.0002 .5791E-07 .9628E-0
  255         0.00  0.000  0.143  0.2787    1.6086 .0000E+00 .3009E-01    0.2199 .6218E-02 .1347E-02    0.0004 .8356E-07 .1046E-0
  256         0.00  0.000  0.143  0.2500    1.4129 .0000E+00 .2966E-01    0.2780 .7862E-02 .1612E-02    0.0003 .4653E-07 .7769E-0
  257         0.00  0.000  0.103  0.2279    1.2252 .0000E+00 .2924E-01    0.3301 .9334E-02 .1839E-02    0.0002 .2438E-07 .5579E-0
  258         0.00  0.000  0.147  0.1986    0.9708 .0000E+00 .2868E-01    0.3766 .1065E-01 .2034E-02    0.0001 .1158E-07 .3792E-0
  259         0.00  0.000  0.156  0.1680    0.6339 .0000E+00 .2793E-01    0.4174 .1180E-01 .2201E-02    0.0001 .4697E-08 .2355E-0
  260         0.09  0.000  0.118  0.1622    0.0803 .0000E+00 .6757E-02    0.4326 .1223E-01 .2262E-02    0.0001 .2495E-08 .2303E-0
  261         0.00  0.000  0.148  0.1375    0.0000 .0000E+00 .0000E+00    0.4058 .1147E-01 .2154E-02    0.0001 .7089E-08 .3195E-0
  262         0.00  0.000  0.011  0.1357    0.0000 .0000E+00 .0000E+00    0.3703 .1047E-01 .2008E-02    0.0002 .1711E-07 .4950E-0
  263         0.00  0.000  0.003  0.1352    0.0000 .0000E+00 .0000E+00    0.3379 .9554E-02 .1872E-02    0.0002 .3010E-07 .6557E-0
  264         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.3082 .8713E-02 .1745E-02    0.0001 .2258E-07 .6003E-0
  265         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2810 .7944E-02 .1626E-02    0.0003 .5552E-07 .9034E-0
  266         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2561 .7240E-02 .1514E-02    0.0003 .7234E-07 .1028E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2333 .6597E-02 .1410E-02    0.0004 .8953E-07 .1141E-0



  268         0.05  0.000  0.028  0.1387    0.0000 .0000E+00 .0000E+00    0.2125 .6008E-02 .1313E-02    0.0004 .1067E-06 .1244E-0
  269         0.22  0.000  0.050  0.1671    0.0000 .0000E+00 .0000E+00    0.1934 .5470E-02 .1222E-02    0.0004 .1234E-06 .1336E-0
  270         0.04  0.000  0.040  0.1670    0.0000 .0000E+00 .0000E+00    0.1760 .4978E-02 .1138E-02    0.0005 .1396E-06 .1419E-0
  271         0.00  0.000  0.031  0.1619    0.0000 .0000E+00 .0000E+00    0.1602 .4528E-02 .1058E-02    0.0005 .1549E-06 .1493E-0
  272         0.13  0.000  0.054  0.1746    0.0000 .0000E+00 .0000E+00    0.1456 .4118E-02 .9844E-03    0.0005 .1689E-06 .1953E-0
  273         0.00  0.000  0.032  0.1693    0.0000 .0000E+00 .0000E+00    0.1324 .3743E-02 .9153E-03    0.0005 .1876E-06 .1633E-0
  274         0.00  0.000  0.027  0.1648    0.0000 .0000E+00 .0000E+00    0.1203 .3401E-02 .8508E-03    0.0003 .1002E-06 .1264E-0
  275         0.00  0.000  0.024  0.1608    0.0000 .0000E+00 .0000E+00    0.1092 .3088E-02 .7905E-03    0.0006 .2056E-06 .1717E-0
  276         0.00  0.000  0.022  0.1571    0.0000 .0000E+00 .0000E+00    0.0991 .2803E-02 .7343E-03    0.0006 .2155E-06 .1756E-0
  277         0.00  0.000  0.022  0.1535    0.0000 .0000E+00 .0000E+00    0.0900 .2544E-02 .6819E-03    0.0006 .2242E-06 .1791E-0
  278         0.00  0.000  0.018  0.1505    0.0000 .0000E+00 .0000E+00    0.0816 .2307E-02 .6330E-03    0.0006 .2311E-06 .2276E-0
  279         0.00  0.000  0.023  0.1466    0.0000 .0000E+00 .0000E+00    0.0739 .2091E-02 .5874E-03    0.0006 .2414E-06 .1852E-0
  280         0.00  0.000  0.022  0.1430    0.0000 .0000E+00 .0000E+00    0.0670 .1894E-02 .5448E-03    0.0006 .2466E-06 .1871E-0
  281         0.00  0.000  0.023  0.1391    0.0000 .0000E+00 .0000E+00    0.0607 .1715E-02 .5051E-03    0.0006 .2509E-06 .1888E-0
  282         0.00  0.000  0.019  0.1359    0.0000 .0000E+00 .0000E+00    0.0549 .1552E-02 .4682E-03    0.0006 .2543E-06 .1900E-0
  283         0.00  0.000  0.005  0.1351    0.0000 .0000E+00 .0000E+00    0.0497 .1404E-02 .4337E-03    0.0003 .1293E-06 .1435E-0
  284         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0449 .1269E-02 .4017E-03    0.0006 .2573E-06 .1915E-0
  285         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0405 .1147E-02 .3718E-03    0.0006 .2587E-06 .1920E-0
  286         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0366 .1035E-02 .3440E-03    0.0006 .2594E-06 .1923E-0
  287         0.56  0.000  0.042  0.2213    0.0000 .0000E+00 .0000E+00    0.0330 .9340E-03 .3181E-03    0.0006 .2596E-06 .1923E-0
  288         0.00  0.000  0.017  0.2184    0.0000 .0000E+00 .0000E+00    0.0298 .8422E-03 .2940E-03    0.0006 .2592E-06 .1921E-0
  289         0.00  0.000  0.019  0.2153    0.0000 .0000E+00 .0000E+00    0.0268 .7589E-03 .2716E-03    0.0006 .2583E-06 .1918E-0
  290         0.00  0.000  0.018  0.2123    0.0000 .0000E+00 .0000E+00    0.0242 .6834E-03 .2508E-03    0.0006 .2570E-06 .1913E-0
  291         0.00  0.000  0.018  0.2093    0.0000 .0000E+00 .0000E+00    0.0217 .6149E-03 .2315E-03    0.0006 .2553E-06 .1907E-0
  292         0.00  0.000  0.018  0.2062    0.0000 .0000E+00 .0000E+00    0.0196 .5529E-03 .2135E-03    0.0006 .2533E-06 .2371E-0
  293         0.10  0.000  0.045  0.2154    0.0000 .0000E+00 .0000E+00    0.0176 .4968E-03 .1968E-03    0.0006 .2509E-06 .1887E-0
  294         0.00  0.000  0.018  0.2125    0.0000 .0000E+00 .0000E+00    0.0158 .4460E-03 .1813E-03    0.0006 .2482E-06 .1877E-0
  295         0.01  0.000  0.026  0.2098    0.0000 .0000E+00 .0000E+00    0.0141 .4001E-03 .1669E-03    0.0003 .1235E-06 .1402E-0
  296         0.00  0.000  0.017  0.2069    0.0000 .0000E+00 .0000E+00    0.0127 .3586E-03 .1536E-03    0.0006 .2424E-06 .2318E-0
  297         0.38  0.000  0.045  0.2628    0.0000 .0000E+00 .0000E+00    0.0114 .3211E-03 .1412E-03    0.0006 .2388E-06 .1841E-0
  298         0.00  0.000  0.048  0.2547    0.0000 .0000E+00 .0000E+00    0.0102 .2873E-03 .1298E-03    0.0006 .2354E-06 .1828E-0
  299         0.00  0.000  0.035  0.2488    0.0000 .0000E+00 .0000E+00    0.0091 .2568E-03 .1192E-03    0.0006 .2318E-06 .1814E-0
  300         0.00  0.000  0.030  0.2437    0.0000 .0000E+00 .0000E+00    0.0081 .2293E-03 .1093E-03    0.0006 .2282E-06 .1800E-0
  301         0.00  0.000  0.048  0.2357    0.0000 .0000E+00 .0000E+00    0.0072 .2045E-03 .1002E-03    0.0006 .2245E-06 .1785E-0
  302         0.00  0.000  0.070  0.2241    0.0000 .0000E+00 .0000E+00    0.0064 .1822E-03 .9182E-04    0.0006 .2207E-06 .1770E-0
  303         0.00  0.000  0.056  0.2148    0.0000 .0000E+00 .0000E+00    0.0057 .1622E-03 .8405E-04    0.0006 .2169E-06 .1755E-0
  304         0.00  0.000  0.048  0.2068    0.0000 .0000E+00 .0000E+00    0.0051 .1442E-03 .7686E-04    0.0006 .2131E-06 .1740E-0
  305         1.63  0.221  0.063  0.4301    0.0164 .0000E+00 .6669E-02    0.0111 .3149E-03 .1367E-03    0.0005 .1936E-06 .1658E-0
  306         0.66  0.143  0.054  0.5010    4.6922 .0000E+00 .3691E-01    0.0572 .1618E-02 .4730E-03    0.0004 .1201E-06 .1306E-0
  307         0.02  0.000  0.051  0.4892    5.8842 .0000E+00 .3954E-01    0.1503 .4249E-02 .1005E-02    0.0003 .4165E-07 .7699E-0
  308         0.00  0.000  0.041  0.4759    5.5667 .0000E+00 .3884E-01    0.2387 .6749E-02 .1434E-02    0.0001 .8576E-08 .3502E-0
  309         0.00  0.000  0.051  0.4610    5.1990 .0000E+00 .3803E-01    0.3176 .8980E-02 .1785E-02    0.0000 .2276E-10 .1853E-0
  310         0.69  0.353  0.058  0.5010    5.5532 .0000E+00 .3881E-01    0.3893 .1101E-01 .2086E-02    0.0000 .0000E+00 .0000E+0
  311         0.00  0.000  0.046  0.4867    5.8525 .0000E+00 .3947E-01    0.4569 .1292E-01 .2358E-02    0.0000 .0000E+00 .0000E+0
  312         0.19  0.024  0.056  0.4985    5.7031 .0000E+00 .3914E-01    0.5195 .1469E-01 .2603E-02    0.0000 .0000E+00 .0000E+0
  313         0.00  0.000  0.048  0.4840    5.7843 .0000E+00 .3932E-01    0.5765 .1630E-01 .2819E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.052  0.4690    5.3952 .0000E+00 .3846E-01    0.6283 .1776E-01 .3012E-02    0.0000 .0000E+00 .0000E+0
  315         0.00  0.000  0.057  0.4532    4.9986 .0000E+00 .3758E-01    0.6734 .1904E-01 .3177E-02    0.0000 .0000E+00 .0000E+0
  316         0.00  0.000  0.055  0.4379    4.6597 .0000E+00 .3683E-01    0.7127 .2015E-01 .3319E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.053  0.4230    4.3457 .0000E+00 .3614E-01    0.7468 .2112E-01 .3440E-02    0.0000 .0000E+00 .0000E+0
  318         0.00  0.000  0.055  0.4079    4.0393 .0000E+00 .3546E-01    0.7763 .2195E-01 .3545E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.044  0.3947    3.7876 .0000E+00 .3491E-01    0.8017 .2267E-01 .3634E-02    0.0000 .0000E+00 .0000E+0
  320         0.00  0.000  0.040  0.3824    3.5633 .0000E+00 .3441E-01    0.8236 .2329E-01 .3710E-02    0.0000 .0000E+00 .0000E+0
  321  *      0.11  0.000  0.034  0.3800    3.3680 .0000E+00 .3398E-01    0.8424 .2382E-01 .3775E-02    0.0000 .0000E+00 .0000E+0
  322         0.00  0.000  0.052  0.3751    3.2120 .0000E+00 .3363E-01    0.8587 .2428E-01 .3831E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.043  0.3623    3.0560 .0000E+00 .3329E-01    0.8727 .2468E-01 .3880E-02    0.0000 .0000E+00 .0000E+0
  324         0.00  0.000  0.046  0.3492    2.9429 .0000E+00 .3304E-01    0.8848 .2502E-01 .3921E-02    0.0000 .0000E+00 .0000E+0
  325         1.07  0.088  0.070  0.4955    3.2517 .0000E+00 .3372E-01    0.8962 .2534E-01 .3960E-02    0.0000 .0000E+00 .0000E+0
  326         0.00  0.000  0.050  0.4807    5.6966 .0000E+00 .3913E-01    0.9131 .2582E-01 .4017E-02    0.0000 .0000E+00 .0000E+0
  327         0.21  0.014  0.060  0.4969    5.5798 .0000E+00 .3887E-01    0.9370 .2649E-01 .4098E-02    0.0000 .0000E+00 .0000E+0
  328         0.00  0.000  0.054  0.4814    5.7287 .0000E+00 .3920E-01    0.9589 .2711E-01 .4172E-02    0.0000 .0000E+00 .0000E+0
  329         0.00  0.000  0.049  0.4668    5.3292 .0000E+00 .3831E-01    0.9786 .2767E-01 .4238E-02    0.0000 .0000E+00 .0000E+0
  330         0.00  0.000  0.042  0.4536    4.9696 .0000E+00 .3752E-01    0.9945 .2812E-01 .4291E-02    0.0000 .0000E+00 .0000E+0
  331         0.05  0.000  0.055  0.4466    4.6899 .0000E+00 .3690E-01    1.0072 .2848E-01 .4334E-02    0.0000 .0000E+00 .0000E+0
  332  *      0.00  0.000  0.031  0.4354    4.4517 .0000E+00 .3637E-01    1.0173 .2876E-01 .4367E-02    0.0000 .0000E+00 .0000E+0
  333         0.00  0.000  0.039  0.4229    4.1951 .0000E+00 .3581E-01    1.0252 .2899E-01 .4393E-02    0.0000 .0000E+00 .0000E+0
  334         0.00  0.000  0.038  0.4107    3.9352 .0000E+00 .3523E-01    1.0309 .2915E-01 .4412E-02    0.0000 .0000E+00 .0000E+0
  335         0.00  0.000  0.039  0.3985    3.7132 .0000E+00 .3474E-01    1.0348 .2926E-01 .4425E-02    0.0000 .0000E+00 .0000E+0
  336  *      0.00  0.000  0.030  0.3877    3.5003 .0000E+00 .3427E-01    1.0371 .2932E-01 .4433E-02    0.0000 .0000E+00 .0000E+0
  337         0.00  0.000  0.039  0.3755    3.2922 .0000E+00 .3381E-01    1.0380 .2935E-01 .4436E-02    0.0000 .0000E+00 .0000E+0
  338         1.63  0.786  0.055  0.5010    4.3850 .0000E+00 .3623E-01    1.0404 .2942E-01 .4444E-02    0.0000 .0000E+00 .0000E+0
  339         0.00  0.000  0.047  0.4867    5.8522 .0000E+00 .3947E-01    1.0498 .2968E-01 .4475E-02    0.0000 .0000E+00 .0000E+0
  340         0.00  0.000  0.036  0.4742    5.4885 .0000E+00 .3867E-01    1.0628 .3005E-01 .4518E-02    0.0000 .0000E+00 .0000E+0
  341         0.00  0.000  0.033  0.4623    5.1636 .0000E+00 .3795E-01    1.0728 .3033E-01 .4550E-02    0.0000 .0000E+00 .0000E+0
  342  *      0.00  0.000  0.029  0.4513    4.8729 .0000E+00 .3731E-01    1.0801 .3054E-01 .4575E-02    0.0000 .0000E+00 .0000E+0
  343  *      0.00  0.000  0.027  0.4407    4.6271 .0000E+00 .3676E-01    1.0853 .3069E-01 .4591E-02    0.0000 .0000E+00 .0000E+0
  344  *      0.00  0.000  0.026  0.4303    4.3871 .0000E+00 .3623E-01    1.0886 .3078E-01 .4602E-02    0.0000 .2303E-09 .5484E-0
  345  *      0.00  0.000  0.000  0.4243    4.1768 .0000E+00 .3577E-01    1.0904 .3083E-01 .4608E-02    0.0001 .2368E-08 .1891E-0
  346  *      0.00  0.000  0.025  0.4142    3.9890 .0000E+00 .3535E-01    1.0908 .3084E-01 .4610E-02    0.0001 .7203E-08 .3270E-0
  347  *      0.01  0.000  0.010  0.4084    3.7973 .0000E+00 .3493E-01    1.0901 .3082E-01 .4607E-02    0.0001 .1488E-07 .4675E-0
  348  *      0.00  0.000  0.000  0.4026    3.6369 .0000E+00 .3457E-01    1.0885 .3078E-01 .4602E-02    0.0002 .2547E-07 .6096E-0
  349  *      0.00  0.000  0.033  0.3914    3.4595 .0000E+00 .3418E-01    1.0860 .3071E-01 .4594E-02    0.0002 .3899E-07 .7523E-0
  350         0.00  0.000  0.038  0.3795    3.2503 .0000E+00 .3372E-01    1.0826 .3061E-01 .4583E-02    0.0003 .5544E-07 .8956E-0
  351  *      0.00  0.000  0.029  0.3691    3.0435 .0000E+00 .3326E-01    1.0783 .3049E-01 .4569E-02    0.0003 .7482E-07 .1039E-0
  352         0.00  0.000  0.033  0.3582    2.8582 .0000E+00 .3285E-01    1.0732 .3035E-01 .4552E-02    0.0004 .9701E-07 .1182E-0
  353  *      0.00  0.000  0.029  0.3480    2.6819 .0000E+00 .3246E-01    1.0675 .3018E-01 .4533E-02    0.0004 .1218E-06 .1324E-0
  354         0.00  0.000  0.041  0.3359    2.5057 .0000E+00 .3207E-01    1.0613 .3001E-01 .4513E-02    0.0005 .1490E-06 .1463E-0
  355         0.00  0.000  0.033  0.3250    2.3276 .0000E+00 .3168E-01    1.0545 .2982E-01 .4490E-02    0.0005 .1784E-06 .1600E-0
  356  *      0.23  0.000  0.030  0.3231    2.1652 .0000E+00 .3132E-01    1.0473 .2961E-01 .4467E-02    0.0006 .2098E-06 .1734E-0
  357  *      0.00  0.000  0.035  0.3212    2.0014 .0000E+00 .3096E-01    1.0397 .2940E-01 .4442E-02    0.0006 .2428E-06 .1865E-0
  358  *      0.00  0.000  0.030  0.3194    1.8794 .0000E+00 .3069E-01    1.0320 .2918E-01 .4416E-02    0.0007 .2771E-06 .1991E-0
  359  *      0.12  0.000  0.000  0.3176    1.7385 .0000E+00 .3038E-01    1.0241 .2896E-01 .4390E-02    0.0007 .3124E-06 .2114E-0
  360         0.02  0.000  0.000  0.3194    1.5990 .0000E+00 .3007E-01    1.0160 .2873E-01 .4363E-02    0.0007 .3485E-06 .2232E-0
  361         1.61  0.642  0.000  0.5010    3.0065 .0000E+00 .3318E-01    1.0113 .2859E-01 .4347E-02    0.0008 .3815E-06 .2335E-0
  362         0.00  0.000  0.051  0.4860    5.8454 .0000E+00 .3946E-01    1.0181 .2879E-01 .4370E-02    0.0008 .4021E-06 .2397E-0
  363         0.00  0.000  0.048  0.4716    5.4522 .0000E+00 .3859E-01    1.0337 .2923E-01 .4421E-02    0.0008 .4134E-06 .2430E-0



  364         0.00  0.000  0.040  0.4586    5.0853 .0000E+00 .3778E-01    1.0457 .2957E-01 .4461E-02    0.0008 .4294E-06 .2477E-0
  365         0.00  0.000  0.040  0.4457    4.7810 .0000E+00 .3710E-01    1.0548 .2982E-01 .4491E-02    0.0004 .2246E-06 .1892E-0
  366         0.00  0.000  0.041  0.4327    4.5022 .0000E+00 .3649E-01    1.0614 .3001E-01 .4513E-02    0.0008 .4675E-06 .2581E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   24
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    3.34    1.09    6.32    4.84    3.84    1.88
                                  3.67    5.63    2.29    2.68    3.00    3.62
 
 RUNOFF                           0.718   2.237   2.969   1.141   0.599   0.000
                                  0.039   0.423   0.144   0.221   0.622   1.428
 
 EVAPOTRANSPIRATION               1.019   0.461   2.216   4.173   2.769   2.349
                                  3.762   4.388   2.215   0.861   1.464   0.909
 
 PERCOLATION/LEAKAGE THROUGH      0.7932  0.0048  0.9179  1.1057  0.4097  0.0740
   LAYER  2                       0.0000  0.3631  0.2130  0.0067  1.1036  1.0775
 
 LATERAL DRAINAGE COLLECTED       0.9094  0.1415  0.4858  0.9280  0.6395  0.1098
   FROM LAYER  3                  0.0059  0.2660  0.1788  0.0310  0.6255  0.9275
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1369  0.0311  0.0809  0.1386  0.1027  0.0259
   LAYER  4                       0.0027  0.0514  0.0381  0.0098  0.1005  0.1396
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1262  0.1379  0.0442  0.0659  0.1451  0.1160
   LAYER  7                       0.0795  0.0222  0.0354  0.0577  0.0024  0.0340
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            2.754   0.000   3.539   4.670   1.139   0.016
   TOP OF LAYER  2                0.000   0.654   0.312   0.001   4.638   3.721
 
 STD. DEVIATION OF DAILY          2.628   0.001   1.921   1.073   1.768   0.053
   HEAD ON TOP OF LAYER  2        0.000   1.006   0.599   0.003   0.962   1.266
 
 AVERAGE DAILY HEAD ON            1.037   0.173   0.554   1.094   0.730   0.129
   TOP OF LAYER  4                0.007   0.303   0.211   0.035   0.737   1.058
 
 STD. DEVIATION OF DAILY          0.211   0.126   0.349   0.038   0.336   0.086
   HEAD ON TOP OF LAYER  4        0.006   0.174   0.118   0.030   0.280   0.025
 
 AVERAGE DAILY HEAD ON            0.001   0.002   0.000   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.001   0.000   0.000
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 
                           ANNUAL TOTALS FOR YEAR   24
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           42.20         382965.000    100.00
 
   RUNOFF                                  10.541         95655.234     24.98
 
   EVAPOTRANSPIRATION                      26.587        241275.984     63.00
 
   PERC./LEAKAGE THROUGH LAYER  2           6.069235      55078.305     14.38
 
   AVG. HEAD ON TOP OF LAYER  2             1.7870
 
   DRAINAGE COLLECTED FROM LAYER  3         5.2486        47631.320     12.44
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.858104       7787.297      2.03
 
   AVG. HEAD ON TOP OF LAYER  4             0.5058
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.889      0.00



 
   PERC./LEAKAGE THROUGH LAYER  7           0.866428       7862.833      2.05
 
   AVG. HEAD ON TOP OF LAYER  7             0.0008
 
   CHANGE IN WATER STORAGE                 -1.043         -9462.200     -2.47
 
   SOIL WATER AT START OF YEAR            285.986       2595321.250
 
   SOIL WATER AT END OF YEAR              285.530       2591185.250
 
   SNOW WATER AT START OF YEAR              0.587          5326.274      1.39
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.056      0.00
 
 *******************************************************************************

    HEAD  #1:  AVERAGE HEAD ON TOP OF LAYER  2
    DRAIN #1:  LATERAL DRAINAGE FROM LAYER  1 (RECIRCULATION AND COLLECTION)
    LEAK  #1:  PERCOLATION OR LEAKAGE THROUGH LAYER  2
    HEAD  #2:  AVERAGE HEAD ON TOP OF LAYER  4
    DRAIN #2:  LATERAL DRAINAGE FROM LAYER  3 (RECIRCULATION AND COLLECTION)
    LEAK  #2:  PERCOLATION OR LEAKAGE THROUGH LAYER  4
    HEAD  #3:  AVERAGE HEAD ON TOP OF LAYER  7
    DRAIN #3:  LATERAL DRAINAGE FROM LAYER  6 (RECIRCULATION AND COLLECTION)
    LEAK  #3:  PERCOLATION OR LEAKAGE THROUGH LAYER  7
 
 ********************************************************************************************************************************

                                                    DAILY OUTPUT FOR YEAR   25
  -------------------------------------------------------------------------------------------------------------------------------
          S
  DAY  A  O  RAIN  RUNOFF   ET   E. ZONE   HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK      HEAD      DRAIN     LEAK 
       I  I                       WATER     #1        #1        #1        #2        #2        #2        #3        #3        #3  
       R  L   IN.    IN.    IN.  IN./IN.    IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN.       IN. 
  ---  -  -  ----- ------ ------ ------- --------- --------- --------- --------- --------- --------- --------- --------- --------

    1         0.87  0.370  0.052  0.5010    5.1687 .0000E+00 .3796E-01    1.0680 .3020E-01 .4535E-02    0.0009 .4909E-06 .2645E-0
    2         0.00  0.000  0.046  0.4868    5.8539 .0000E+00 .3947E-01    1.0779 .3048E-01 .4567E-02    0.0009 .5119E-06 .2699E-0
    3         0.00  0.000  0.053  0.4716    5.4669 .0000E+00 .3862E-01    1.0886 .3078E-01 .4602E-02    0.0009 .5312E-06 .2750E-0
    4         0.00  0.000  0.041  0.4586    5.0877 .0000E+00 .3778E-01    1.0962 .3100E-01 .4627E-02    0.0009 .5530E-06 .3520E-0
    5         0.00  0.000  0.045  0.4449    4.7781 .0000E+00 .3710E-01    1.1011 .3113E-01 .4643E-02    0.0009 .5845E-06 .2888E-0
    6         0.20  0.000  0.051  0.4635    4.6030 .0000E+00 .3671E-01    1.1042 .3122E-01 .4653E-02    0.0010 .6138E-06 .2959E-0
    7  *      0.00  0.000  0.035  0.4515    4.9033 .0000E+00 .3737E-01    1.1070 .3130E-01 .4662E-02    0.0005 .3174E-06 .2265E-0
    8  *      0.01  0.000  0.044  0.4397    4.6366 .0000E+00 .3678E-01    1.1101 .3139E-01 .4672E-02    0.0010 .6653E-06 .3080E-0
    9  *      0.00  0.000  0.036  0.4277    4.3750 .0000E+00 .3621E-01    1.1114 .3143E-01 .4677E-02    0.0010 .6996E-06 .3948E-0
   10  *      0.00  0.000  0.000  0.4217    4.1484 .0000E+00 .3570E-01    1.1112 .3142E-01 .4676E-02    0.0011 .7357E-06 .3239E-0
   11  *      0.09  0.000  0.038  0.4191    3.9845 .0000E+00 .3534E-01    1.1098 .3138E-01 .4672E-02    0.0005 .3847E-06 .2478E-0
   12  *      0.91  0.000  0.036  0.4165    3.8735 .0000E+00 .3510E-01    1.1077 .3132E-01 .4665E-02    0.0011 .7946E-06 .3367E-0
   13  *      0.10  0.000  0.033  0.4140    3.7480 .0000E+00 .3482E-01    1.1051 .3125E-01 .4656E-02    0.0011 .8321E-06 .4307E-0
   14  *      0.22  0.000  0.000  0.4115    3.6317 .0000E+00 .3456E-01    1.1020 .3116E-01 .4646E-02    0.0012 .8709E-06 .3523E-0
   15  *      0.00  0.000  0.036  0.4091    3.5350 .0000E+00 .3435E-01    1.0986 .3106E-01 .4635E-02    0.0012 .9040E-06 .3589E-0
   16         0.00  0.000  0.014  0.4488    3.7671 .0000E+00 .3486E-01    1.0956 .3098E-01 .4625E-02    0.0006 .4676E-06 .2733E-0
   17  *      0.00  0.000  0.038  0.4460    4.5691 .0000E+00 .3663E-01    1.0954 .3097E-01 .4625E-02    0.0012 .9542E-06 .3687E-0
   18         0.00  0.000  0.039  0.4477    4.4861 .0000E+00 .3645E-01    1.0979 .3104E-01 .4633E-02    0.0012 .9762E-06 .3728E-0
   19         0.00  0.000  0.013  0.4851    4.8404 .0000E+00 .3723E-01    1.1007 .3112E-01 .4642E-02    0.0012 .9956E-06 .3765E-0
   20         0.00  0.217  0.022  0.5010    5.8392 .0000E+00 .3944E-01    1.1067 .3129E-01 .4662E-02    0.0013 .1011E-05 .4746E-0
   21         0.00  0.000  0.059  0.4846    5.8309 .0000E+00 .3942E-01    1.1158 .3155E-01 .4691E-02    0.0013 .1022E-05 .3814E-0
   22         0.00  0.000  0.063  0.4676    5.3906 .0000E+00 .3845E-01    1.1231 .3176E-01 .4715E-02    0.0013 .1033E-05 .3836E-0
   23  *      0.00  0.000  0.045  0.4539    4.9814 .0000E+00 .3755E-01    1.1274 .3188E-01 .4729E-02    0.0006 .5253E-06 .2897E-0
   24         0.27  0.000  0.053  0.4837    4.9683 .0000E+00 .3752E-01    1.1298 .3195E-01 .4737E-02    0.0013 .1066E-05 .3896E-0
   25  *      0.00  0.000  0.042  0.4702    5.4412 .0000E+00 .3856E-01    1.1330 .3204E-01 .4747E-02    0.0013 .1085E-05 .3930E-0
   26  *      0.21  0.000  0.044  0.4672    5.1536 .0000E+00 .3793E-01    1.1370 .3215E-01 .4760E-02    0.0013 .1102E-05 .3960E-0
   27  *      0.00  0.000  0.049  0.4642    5.0463 .0000E+00 .3769E-01    1.1394 .3222E-01 .4768E-02    0.0013 .1120E-05 .3993E-0
   28         0.00  0.000  0.058  0.4613    4.9638 .0000E+00 .3751E-01    1.1411 .3226E-01 .4773E-02    0.0013 .1140E-05 .4027E-0
   29         0.00  0.000  0.050  0.4468    4.7973 .0000E+00 .3714E-01    1.1419 .3229E-01 .4776E-02    0.0013 .1160E-05 .4063E-0
   30  *      0.23  0.000  0.039  0.4440    4.5483 .0000E+00 .3659E-01    1.1416 .3228E-01 .4775E-02    0.0014 .1181E-05 .5132E-0
   31  *      0.40  0.000  0.039  0.4412    4.4240 .0000E+00 .3631E-01    1.1401 .3224E-01 .4770E-02    0.0014 .1210E-05 .4150E-0
   32         0.00  0.000  0.021  0.4686    4.5764 .0000E+00 .3665E-01    1.1386 .3219E-01 .4765E-02    0.0014 .1232E-05 .4187E-0
   33  *      0.00  0.000  0.035  0.4656    5.0837 .0000E+00 .3777E-01    1.1389 .3220E-01 .4766E-02    0.0014 .1249E-05 .4217E-0
   34  *      0.00  0.000  0.035  0.4626    4.9951 .0000E+00 .3758E-01    1.1408 .3226E-01 .4772E-02    0.0014 .1263E-05 .4240E-0
   35  *  *   0.18  0.000  0.030  0.4575    1.9330 .0000E+00 .3081E-01    1.1355 .3211E-01 .4755E-02    0.0007 .6450E-06 .3211E-0
   36  *  *   0.06  0.000  0.000  0.4528    0.8090 .0000E+00 .2832E-01    1.1173 .3159E-01 .4696E-02    0.0014 .1323E-05 .4346E-0
   37     *   0.14  0.125  0.000  0.4694    0.6790 .0000E+00 .2803E-01    1.0963 .3100E-01 .4627E-02    0.0015 .1373E-05 .4429E-0
   38     *   0.00  0.199  0.030  0.4731    0.5503 .0000E+00 .2775E-01    1.0762 .3043E-01 .4562E-02    0.0015 .1420E-05 .4503E-0
   39     *   0.00  0.000  0.000  0.4686    0.4229 .0000E+00 .2747E-01    1.0571 .2989E-01 .4499E-02    0.0015 .1462E-05 .4567E-0
   40  *  *   0.00  0.000  0.000  0.4640    0.2968 .0000E+00 .2719E-01    1.0388 .2937E-01 .4438E-02    0.0015 .1497E-05 .4622E-0
   41  *  *   0.44  0.000  0.033  0.4595    0.1720 .0000E+00 .2691E-01    1.0212 .2888E-01 .4380E-02    0.0015 .1528E-05 .4668E-0
   42  *  *   0.00  0.000  0.032  0.4561    0.0485 .0000E+00 .2052E-01    0.9984 .2823E-01 .4304E-02    0.0016 .1562E-05 .4721E-0
   43  *  *   0.63  0.000  0.028  0.4561    0.0000 .0000E+00 .0000E+00    0.9467 .2677E-01 .4131E-02    0.0016 .1635E-05 .6057E-0
   44  *  *   0.00  0.000  0.032  0.4561    0.0000 .0000E+00 .0000E+00    0.8663 .2449E-01 .3857E-02    0.0017 .1828E-05 .5094E-0
   45  *  *   0.09  0.000  0.033  0.4561    0.0000 .0000E+00 .0000E+00    0.7925 .2241E-01 .3601E-02    0.0017 .1958E-05 .5271E-0
   46  *  *   0.29  0.000  0.000  0.4561    0.0000 .0000E+00 .0000E+00    0.7248 .2049E-01 .3362E-02    0.0018 .2064E-05 .5410E-0
   47     *   0.00  0.000  0.044  0.4561    0.0000 .0000E+00 .0000E+00    0.6627 .1874E-01 .3138E-02    0.0009 .1073E-05 .4149E-0
   48  *  *   0.07  0.000  0.037  0.4561    0.0000 .0000E+00 .0000E+00    0.6057 .1713E-01 .2928E-02    0.0018 .2172E-05 .5574E-0
   49  *  *   0.21  0.000  0.030  0.4561    0.0000 .0000E+00 .0000E+00    0.5535 .1565E-01 .2733E-02    0.0018 .2218E-05 .7029E-0
   50  *  *   0.00  0.000  0.033  0.4561    0.0000 .0000E+00 .0000E+00    0.5057 .1430E-01 .2549E-02    0.0019 .2271E-05 .5672E-0
   51  *  *   0.00  0.000  0.031  0.4561    0.0000 .0000E+00 .0000E+00    0.4618 .1306E-01 .2378E-02    0.0019 .2279E-05 .5682E-0



   52  *  *   0.00  0.000  0.035  0.4561    0.0000 .0000E+00 .0000E+00    0.4217 .1192E-01 .2218E-02    0.0019 .2274E-05 .5676E-0
   53  *  *   1.48  0.000  0.000  0.4561    0.0000 .0000E+00 .0000E+00    0.3849 .1088E-01 .2068E-02    0.0019 .2257E-05 .5655E-0
   54  *  *   0.00  0.000  0.033  0.4561    0.0000 .0000E+00 .0000E+00    0.3512 .9930E-02 .1928E-02    0.0019 .2231E-05 .5622E-0
   55     *   0.00  0.000  0.042  0.4561    0.0000 .0000E+00 .0000E+00    0.3203 .9058E-02 .1797E-02    0.0018 .2197E-05 .5579E-0
   56     *   0.41  3.122  0.000  0.4652    0.0000 .0000E+00 .0000E+00    0.2921 .8259E-02 .1675E-02    0.0018 .2157E-05 .5527E-0
   57     *   0.73  0.712  0.006  0.4653    0.0060 .0000E+00 .1105E-01    0.2772 .7839E-02 .1609E-02    0.0018 .2075E-05 .5422E-0
   58     *   0.00  0.000  0.000  0.4648    0.0034 .0000E+00 .2935E-02    0.2734 .7729E-02 .1592E-02    0.0009 .9971E-06 .3972E-0
   59     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2538 .7177E-02 .1504E-02    0.0017 .1917E-05 .6509E-0
   60     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2313 .6539E-02 .1401E-02    0.0017 .1873E-05 .5152E-0
   61     *   0.55  0.536  0.006  0.4648    0.0050 .0000E+00 .8627E-02    0.2192 .6197E-02 .1345E-02    0.0017 .1803E-05 .5054E-0
   62     *   0.06  0.047  0.006  0.4648    0.0039 .0000E+00 .6717E-02    0.2201 .6224E-02 .1349E-02    0.0016 .1697E-05 .4904E-0
   63     *   0.85  0.836  0.006  0.4648    0.0050 .0000E+00 .8729E-02    0.2199 .6217E-02 .1348E-02    0.0016 .1604E-05 .4767E-0
   64     *   0.00  0.000  0.000  0.4648    0.0000 .0000E+00 .0000E+00    0.2142 .6058E-02 .1321E-02    0.0015 .1534E-05 .4663E-0
   65     *   0.65  0.635  0.006  0.4648    0.0051 .0000E+00 .8794E-02    0.2038 .5762E-02 .1272E-02    0.0008 .7418E-06 .3451E-0
   66     *   0.35  0.336  0.006  0.4648    0.0049 .0000E+00 .8564E-02    0.2081 .5885E-02 .1293E-02    0.0015 .1417E-05 .4479E-0
   67         0.00  0.000  0.093  0.4446    3.6957 .0000E+00 .2807E-01    0.2311 .6535E-02 .1400E-02    0.0014 .1301E-05 .5328E-0
   68         0.00  0.000  0.101  0.4217    4.6713 .0000E+00 .3686E-01    0.2922 .8262E-02 .1674E-02    0.0013 .1052E-05 .3863E-0
   69         0.60  0.032  0.082  0.4964    4.6859 .0000E+00 .3689E-01    0.3623 .1024E-01 .1974E-02    0.0006 .4308E-06 .2628E-0
   70         0.00  0.000  0.097  0.4738    5.6456 .0000E+00 .3901E-01    0.4286 .1212E-01 .2245E-02    0.0011 .7643E-06 .3259E-0
   71         0.00  0.000  0.090  0.4525    5.0769 .0000E+00 .3776E-01    0.4915 .1390E-01 .2494E-02    0.0010 .6363E-06 .3703E-0
   72         0.00  0.000  0.090  0.4314    4.6373 .0000E+00 .3679E-01    0.5461 .1544E-01 .2704E-02    0.0009 .5099E-06 .2693E-0
   73         0.05  0.000  0.085  0.4195    4.2387 .0000E+00 .3590E-01    0.5937 .1679E-01 .2884E-02    0.0008 .4462E-06 .2520E-0
   74  *      0.56  0.000  0.039  0.4170    3.9407 .0000E+00 .3524E-01    0.6353 .1796E-01 .3038E-02    0.0008 .3991E-06 .2384E-0
   75  *      0.73  0.000  0.043  0.4144    3.7789 .0000E+00 .3489E-01    0.6720 .1900E-01 .3172E-02    0.0004 .1820E-06 .1705E-0
   76         0.19  0.000  0.000  0.4457    3.9012 .0000E+00 .3516E-01    0.7054 .1995E-01 .3293E-02    0.0007 .3483E-06 .2213E-0
   77         0.00  0.243  0.000  0.5010    5.3125 .0000E+00 .3828E-01    0.7395 .2091E-01 .3415E-02    0.0007 .3234E-06 .2132E-0
   78         0.00  0.473  0.049  0.4944    5.9313 .0000E+00 .3965E-01    0.7772 .2198E-01 .3548E-02    0.0007 .2995E-06 .2050E-0
   79         0.43  0.283  0.068  0.5010    5.9217 .0000E+00 .3962E-01    0.8140 .2301E-01 .3676E-02    0.0007 .2783E-06 .1977E-0
   80         0.00  0.000  0.086  0.4801    5.7850 .0000E+00 .3932E-01    0.8473 .2396E-01 .3792E-02    0.0006 .2627E-06 .1922E-0
   81         0.00  0.000  0.095  0.4579    5.2222 .0000E+00 .3808E-01    0.8762 .2478E-01 .3892E-02    0.0006 .2531E-06 .1890E-0
   82         0.00  0.000  0.130  0.4301    4.6979 .0000E+00 .3692E-01    0.8996 .2544E-01 .3971E-02    0.0006 .2500E-06 .2358E-0
   83         0.00  0.000  0.124  0.4035    4.1871 .0000E+00 .3579E-01    0.9180 .2596E-01 .4034E-02    0.0006 .2518E-06 .1897E-0
   84         0.00  0.000  0.117  0.3782    3.7855 .0000E+00 .3490E-01    0.9322 .2636E-01 .4082E-02    0.0006 .2609E-06 .1931E-0
   85         0.00  0.000  0.131  0.3507    3.4401 .0000E+00 .3414E-01    0.9431 .2667E-01 .4119E-02    0.0006 .2736E-06 .1978E-0
   86         0.18  0.000  0.088  0.3605    3.0780 .0000E+00 .3334E-01    0.9510 .2689E-01 .4146E-02    0.0007 .2895E-06 .2034E-0
   87         0.00  0.000  0.098  0.3388    2.8031 .0000E+00 .3273E-01    0.9564 .2704E-01 .4164E-02    0.0003 .1542E-06 .1567E-0
   88         0.00  0.000  0.135  0.3109    2.5686 .0000E+00 .3221E-01    0.9598 .2714E-01 .4175E-02    0.0007 .3245E-06 .2152E-0
   89         0.00  0.000  0.105  0.2881    2.3200 .0000E+00 .3166E-01    0.9616 .2719E-01 .4181E-02    0.0007 .3467E-06 .2225E-0
   90         0.00  0.000  0.103  0.2657    2.0133 .0000E+00 .3098E-01    0.9617 .2719E-01 .4182E-02    0.0008 .3710E-06 .2302E-0
   91         0.18  0.000  0.088  0.2760    1.7965 .0000E+00 .3050E-01    0.9602 .2715E-01 .4177E-02    0.0008 .3970E-06 .2381E-0
   92         0.40  0.000  0.107  0.3199    1.6201 .0000E+00 .3011E-01    0.9577 .2708E-01 .4168E-02    0.0008 .4244E-06 .2462E-0
   93         0.05  0.000  0.077  0.3105    1.4453 .0000E+00 .2973E-01    0.9544 .2698E-01 .4157E-02    0.0008 .4526E-06 .2543E-0
   94         0.06  0.000  0.132  0.2935    1.2873 .0000E+00 .2938E-01    0.9503 .2687E-01 .4143E-02    0.0009 .4815E-06 .2623E-0
   95         0.05  0.000  0.123  0.2765    1.1157 .0000E+00 .2900E-01    0.9457 .2674E-01 .4128E-02    0.0009 .5108E-06 .2701E-0
   96         0.15  0.000  0.089  0.2820    0.9412 .0000E+00 .2861E-01    0.9404 .2659E-01 .4110E-02    0.0009 .5403E-06 .2778E-0
   97         0.00  0.000  0.122  0.2568    0.8029 .0000E+00 .2831E-01    0.9347 .2643E-01 .4091E-02    0.0009 .5700E-06 .2853E-0
   98         0.00  0.000  0.133  0.2301    0.6603 .0000E+00 .2799E-01    0.9286 .2626E-01 .4070E-02    0.0010 .5995E-06 .2926E-0
   99         0.00  0.000  0.116  0.2061    0.5133 .0000E+00 .2767E-01    0.9222 .2608E-01 .4048E-02    0.0010 .6311E-06 .3753E-0
  100         0.00  0.000  0.147  0.1770    0.3676 .0000E+00 .2734E-01    0.9155 .2589E-01 .4026E-02    0.0010 .6657E-06 .3080E-0
  101         0.00  0.000  0.095  0.1578    0.1584 .0000E+00 .2024E-01    0.9018 .2550E-01 .3979E-02    0.0010 .7036E-06 .3165E-0
  102         0.00  0.000  0.083  0.1440    0.0000 .0000E+00 .0000E+00    0.8576 .2425E-01 .3827E-02    0.0011 .7865E-06 .3346E-0
  103         0.00  0.000  0.054  0.1350    0.0000 .0000E+00 .0000E+00    0.7845 .2218E-01 .3573E-02    0.0012 .9162E-06 .3610E-0
  104         0.14  0.000  0.027  0.1538    0.0000 .0000E+00 .0000E+00    0.7175 .2029E-01 .3336E-02    0.0013 .1035E-05 .3835E-0
  105         0.00  0.000  0.020  0.1505    0.0000 .0000E+00 .0000E+00    0.6560 .1855E-01 .3114E-02    0.0013 .1141E-05 .4025E-0
  106         0.00  0.000  0.029  0.1457    0.0000 .0000E+00 .0000E+00    0.5996 .1695E-01 .2906E-02    0.0014 .1233E-05 .4184E-0
  107         0.00  0.000  0.026  0.1413    0.0000 .0000E+00 .0000E+00    0.5479 .1549E-01 .2711E-02    0.0014 .1312E-05 .4314E-0
  108         0.42  0.000  0.029  0.2065    0.0000 .0000E+00 .0000E+00    0.5005 .1415E-01 .2529E-02    0.0015 .1377E-05 .4419E-0
  109         0.00  0.000  0.114  0.1875    0.0000 .0000E+00 .0000E+00    0.4571 .1293E-01 .2359E-02    0.0007 .7217E-06 .3385E-0
  110         0.00  0.000  0.031  0.1823    0.0000 .0000E+00 .0000E+00    0.4173 .1180E-01 .2200E-02    0.0015 .1446E-05 .4549E-0
  111         0.00  0.000  0.030  0.1773    0.0000 .0000E+00 .0000E+00    0.3809 .1077E-01 .2052E-02    0.0015 .1479E-05 .4597E-0
  112         0.01  0.000  0.033  0.1735    0.0000 .0000E+00 .0000E+00    0.3476 .9827E-02 .1913E-02    0.0015 .1501E-05 .4630E-0
  113         0.12  0.000  0.032  0.1882    0.0000 .0000E+00 .0000E+00    0.3170 .8964E-02 .1783E-02    0.0015 .1513E-05 .4648E-0
  114         0.00  0.000  0.027  0.1837    0.0000 .0000E+00 .0000E+00    0.2891 .8173E-02 .1661E-02    0.0015 .1508E-05 .5806E-0
  115         0.00  0.000  0.026  0.1794    0.0000 .0000E+00 .0000E+00    0.2635 .7450E-02 .1548E-02    0.0015 .1523E-05 .4646E-0
  116         0.20  0.000  0.030  0.2078    0.0000 .0000E+00 .0000E+00    0.2401 .6789E-02 .1442E-02    0.0015 .1512E-05 .4629E-0
  117         0.00  0.000  0.216  0.1718    0.0000 .0000E+00 .0000E+00    0.2187 .6183E-02 .1342E-02    0.0015 .1495E-05 .4604E-0
  118         0.01  0.000  0.031  0.1683    0.0000 .0000E+00 .0000E+00    0.1991 .5630E-02 .1250E-02    0.0015 .1475E-05 .4572E-0
  119         0.00  0.000  0.026  0.1640    0.0000 .0000E+00 .0000E+00    0.1812 .5124E-02 .1163E-02    0.0008 .7253E-06 .3413E-0
  120         0.00  0.000  0.026  0.1596    0.0000 .0000E+00 .0000E+00    0.1649 .4662E-02 .1082E-02    0.0015 .1424E-05 .4502E-0
  121         0.00  0.000  0.026  0.1552    0.0000 .0000E+00 .0000E+00    0.1500 .4240E-02 .1007E-02    0.0015 .1395E-05 .4457E-0
  122         0.56  0.000  0.030  0.2436    0.0000 .0000E+00 .0000E+00    0.1363 .3855E-02 .9360E-03    0.0015 .1365E-05 .4407E-0
  123         0.00  0.000  0.172  0.2150    0.0000 .0000E+00 .0000E+00    0.1239 .3503E-02 .8701E-03    0.0014 .1333E-05 .4355E-0
  124         0.03  0.000  0.180  0.1900    0.0000 .0000E+00 .0000E+00    0.1125 .3181E-02 .8086E-03    0.0014 .1300E-05 .4300E-0
  125         0.09  0.000  0.147  0.1805    0.0000 .0000E+00 .0000E+00    0.1021 .2888E-02 .7512E-03    0.0014 .1266E-05 .4243E-0
  126         0.00  0.000  0.085  0.1663    0.0000 .0000E+00 .0000E+00    0.0927 .2621E-02 .6976E-03    0.0014 .1231E-05 .4184E-0
  127         0.18  0.000  0.070  0.1847    0.0000 .0000E+00 .0000E+00    0.0841 .2377E-02 .6477E-03    0.0014 .1197E-05 .4125E-0
  128         0.02  0.000  0.060  0.1780    0.0000 .0000E+00 .0000E+00    0.0762 .2155E-02 .6010E-03    0.0013 .1162E-05 .4064E-0
  129         0.00  0.000  0.050  0.1696    0.0000 .0000E+00 .0000E+00    0.0691 .1953E-02 .5576E-03    0.0013 .1127E-05 .4003E-0
  130         0.00  0.000  0.048  0.1616    0.0000 .0000E+00 .0000E+00    0.0625 .1768E-02 .5170E-03    0.0013 .1093E-05 .3941E-0
  131         0.04  0.000  0.049  0.1601    0.0000 .0000E+00 .0000E+00    0.0566 .1601E-02 .4793E-03    0.0013 .1059E-05 .3879E-0
  132         0.02  0.000  0.046  0.1558    0.0000 .0000E+00 .0000E+00    0.0512 .1448E-02 .4441E-03    0.0013 .1026E-05 .3818E-0
  133         0.00  0.000  0.039  0.1492    0.0000 .0000E+00 .0000E+00    0.0463 .1309E-02 .4113E-03    0.0012 .9931E-06 .3756E-0
  134         0.19  0.000  0.042  0.1739    0.0000 .0000E+00 .0000E+00    0.0418 .1183E-02 .3808E-03    0.0012 .9611E-06 .3695E-0
  135         0.26  0.000  0.043  0.2101    0.0000 .0000E+00 .0000E+00    0.0378 .1068E-02 .3523E-03    0.0012 .9299E-06 .4531E-0
  136         0.02  0.000  0.140  0.1901    0.0000 .0000E+00 .0000E+00    0.0341 .9641E-03 .3259E-03    0.0012 .8937E-06 .3560E-0
  137         0.00  0.000  0.037  0.1840    0.0000 .0000E+00 .0000E+00    0.0308 .8695E-03 .3013E-03    0.0012 .8642E-06 .3500E-0
  138         0.00  0.000  0.035  0.1781    0.0000 .0000E+00 .0000E+00    0.0277 .7837E-03 .2784E-03    0.0011 .8355E-06 .3442E-0
  139         0.73  0.002  0.040  0.2928    0.0000 .0000E+00 .0000E+00    0.0250 .7058E-03 .2571E-03    0.0011 .8077E-06 .3384E-0
  140         0.33  0.000  0.168  0.3164    0.0513 .0000E+00 .2001E-01    0.0423 .1197E-02 .3801E-03    0.0011 .7166E-06 .3188E-0
  141         0.00  0.000  0.197  0.2790    0.2152 .0000E+00 .2701E-01    0.0971 .2746E-02 .7206E-03    0.0005 .2740E-06 .2096E-0
  142         0.00  0.000  0.232  0.2359    0.2839 .0000E+00 .2716E-01    0.1584 .4479E-02 .1049E-02    0.0009 .4594E-06 .2510E-0
  143         0.00  0.000  0.192  0.1995    0.1508 .0000E+00 .2687E-01    0.2144 .6061E-02 .1322E-02    0.0007 .3502E-06 .2194E-0
  144         0.00  0.000  0.219  0.1608    0.0282 .0000E+00 .1333E-01    0.2516 .7113E-02 .1494E-02    0.0007 .2821E-06 .1980E-0
  145         0.00  0.000  0.155  0.1350    0.0000 .0000E+00 .0000E+00    0.2506 .7086E-02 .1490E-02    0.0006 .2618E-06 .1930E-0
  146         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2283 .6455E-02 .1387E-02    0.0006 .2762E-06 .2499E-0
  147         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.2079 .5879E-02 .1292E-02    0.0007 .3094E-06 .2097E-0



  148         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1893 .5352E-02 .1202E-02    0.0007 .3301E-06 .2165E-0
  149         0.07  0.000  0.011  0.1449    0.0000 .0000E+00 .0000E+00    0.1722 .4870E-02 .1119E-02    0.0007 .3485E-06 .2225E-0
  150         0.24  0.000  0.029  0.1801    0.0000 .0000E+00 .0000E+00    0.1567 .4430E-02 .1041E-02    0.0008 .3647E-06 .2276E-0
  151         0.06  0.000  0.041  0.1832    0.0000 .0000E+00 .0000E+00    0.1424 .4028E-02 .9679E-03    0.0008 .3788E-06 .2319E-0
  152         0.00  0.000  0.046  0.1755    0.0000 .0000E+00 .0000E+00    0.1295 .3661E-02 .8999E-03    0.0004 .1954E-06 .1770E-0
  153         0.45  0.000  0.051  0.2420    0.0000 .0000E+00 .0000E+00    0.1176 .3326E-02 .8364E-03    0.0008 .3956E-06 .2378E-0
  154         0.00  0.000  0.225  0.2046    0.0000 .0000E+00 .0000E+00    0.1068 .3020E-02 .7772E-03    0.0008 .4043E-06 .2403E-0
  155         0.00  0.000  0.056  0.1952    0.0000 .0000E+00 .0000E+00    0.0969 .2741E-02 .7219E-03    0.0008 .4112E-06 .3026E-0
  156         0.36  0.000  0.062  0.2448    0.0000 .0000E+00 .0000E+00    0.0879 .2487E-02 .6703E-03    0.0008 .4198E-06 .2441E-0
  157         0.00  0.000  0.274  0.1991    0.0000 .0000E+00 .0000E+00    0.0797 .2255E-02 .6221E-03    0.0008 .4231E-06 .2451E-0
  158         0.00  0.000  0.058  0.1894    0.0000 .0000E+00 .0000E+00    0.0723 .2044E-02 .5772E-03    0.0008 .4249E-06 .2456E-0
  159         0.32  0.000  0.066  0.2316    0.0000 .0000E+00 .0000E+00    0.0655 .1851E-02 .5354E-03    0.0004 .2145E-06 .1847E-0
  160         0.33  0.000  0.212  0.2514    0.0000 .0000E+00 .0000E+00    0.0593 .1676E-02 .4963E-03    0.0008 .4235E-06 .2457E-0
  161         0.20  0.000  0.247  0.2435    0.0000 .0000E+00 .0000E+00    0.0536 .1517E-02 .4600E-03    0.0008 .4224E-06 .2453E-0
  162         0.13  0.000  0.195  0.2326    0.0000 .0000E+00 .0000E+00    0.0485 .1372E-02 .4261E-03    0.0008 .4203E-06 .2447E-0
  163         0.00  0.000  0.277  0.1864    0.0000 .0000E+00 .0000E+00    0.0438 .1240E-02 .3945E-03    0.0008 .4174E-06 .2438E-0
  164         0.12  0.000  0.250  0.1648    0.0000 .0000E+00 .0000E+00    0.0396 .1120E-02 .3652E-03    0.0008 .4138E-06 .2427E-0
  165         0.09  0.000  0.123  0.1594    0.0000 .0000E+00 .0000E+00    0.0357 .1011E-02 .3378E-03    0.0008 .4096E-06 .2415E-0
  166         0.00  0.000  0.106  0.1418    0.0000 .0000E+00 .0000E+00    0.0323 .9119E-03 .3124E-03    0.0008 .4048E-06 .2996E-0
  167         0.00  0.000  0.030  0.1368    0.0000 .0000E+00 .0000E+00    0.0291 .8222E-03 .2887E-03    0.0008 .3992E-06 .2380E-0
  168         0.11  0.000  0.043  0.1480    0.0000 .0000E+00 .0000E+00    0.0262 .7407E-03 .2667E-03    0.0008 .3934E-06 .2363E-0
  169         0.16  0.000  0.053  0.1658    0.0000 .0000E+00 .0000E+00    0.0236 .6669E-03 .2462E-03    0.0008 .3872E-06 .2344E-0
  170         0.97  0.044  0.087  0.3055    0.0000 .0000E+00 .0000E+00    0.0212 .6000E-03 .2272E-03    0.0008 .3808E-06 .2325E-0
  171         0.00  0.000  0.280  0.2555    0.0328 .0000E+00 .1997E-01    0.0389 .1100E-02 .3556E-03    0.0007 .3290E-06 .2161E-0
  172         0.00  0.000  0.295  0.2053    0.0151 .0000E+00 .6661E-02    0.0737 .2085E-02 .5860E-03    0.0003 .1275E-06 .1429E-0
  173         0.00  0.000  0.298  0.1556    0.0019 .0000E+00 .0000E+00    0.0775 .2191E-02 .6086E-03    0.0006 .2466E-06 .1869E-0
  174         0.24  0.000  0.254  0.1532    0.0000 .0000E+00 .0000E+00    0.0702 .1985E-02 .5646E-03    0.0006 .2457E-06 .2341E-0
  175         0.00  0.000  0.088  0.1386    0.0000 .0000E+00 .0000E+00    0.0636 .1798E-02 .5236E-03    0.0006 .2532E-06 .1896E-0
  176         0.00  0.000  0.019  0.1355    0.0000 .0000E+00 .0000E+00    0.0576 .1627E-02 .4854E-03    0.0003 .1293E-06 .1435E-0
  177         0.00  0.000  0.002  0.1351    0.0000 .0000E+00 .0000E+00    0.0521 .1472E-02 .4498E-03    0.0006 .2580E-06 .1918E-0
  178         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0471 .1331E-02 .4166E-03    0.0006 .2603E-06 .1927E-0
  179         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0426 .1203E-02 .3857E-03    0.0006 .2620E-06 .1933E-0
  180         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0384 .1087E-02 .3569E-03    0.0006 .2630E-06 .1936E-0
  181         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0347 .9807E-03 .3301E-03    0.0006 .2624E-06 .2419E-0
  182         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0313 .8846E-03 .3052E-03    0.0006 .2638E-06 .1935E-0
  183         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0282 .7974E-03 .2820E-03    0.0003 .1323E-06 .1452E-0
  184         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0254 .7183E-03 .2605E-03    0.0006 .2611E-06 .1928E-0
  185         0.11  0.000  0.038  0.1470    0.0000 .0000E+00 .0000E+00    0.0229 .6465E-03 .2405E-03    0.0006 .2586E-06 .2400E-0
  186         0.00  0.000  0.048  0.1391    0.0000 .0000E+00 .0000E+00    0.0206 .5815E-03 .2219E-03    0.0006 .2576E-06 .1913E-0
  187         0.23  0.000  0.082  0.1637    0.0000 .0000E+00 .0000E+00    0.0185 .5227E-03 .2046E-03    0.0003 .1276E-06 .1430E-0
  188         0.00  0.000  0.074  0.1514    0.0000 .0000E+00 .0000E+00    0.0166 .4694E-03 .1885E-03    0.0006 .2526E-06 .1896E-0
  189         0.00  0.000  0.076  0.1387    0.0000 .0000E+00 .0000E+00    0.0149 .4213E-03 .1736E-03    0.0006 .2498E-06 .1885E-0
  190         0.00  0.000  0.017  0.1360    0.0000 .0000E+00 .0000E+00    0.0134 .3777E-03 .1598E-03    0.0006 .2467E-06 .1874E-0
  191         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0120 .3384E-03 .1470E-03    0.0006 .2435E-06 .1861E-0
  192         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0107 .3029E-03 .1351E-03    0.0006 .2401E-06 .1848E-0
  193         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0096 .2708E-03 .1241E-03    0.0006 .2366E-06 .1834E-0
  194         0.08  0.000  0.022  0.1447    0.0000 .0000E+00 .0000E+00    0.0086 .2419E-03 .1139E-03    0.0006 .2322E-06 .2272E-0
  195         0.00  0.000  0.040  0.1381    0.0000 .0000E+00 .0000E+00    0.0076 .2159E-03 .1045E-03    0.0006 .2286E-06 .1802E-0
  196         0.00  0.000  0.015  0.1356    0.0000 .0000E+00 .0000E+00    0.0068 .1925E-03 .9572E-04    0.0006 .2248E-06 .1787E-0
  197         0.00  0.000  0.003  0.1351    0.0000 .0000E+00 .0000E+00    0.0061 .1714E-03 .8765E-04    0.0003 .1105E-06 .1331E-0
  198         0.03  0.000  0.020  0.1368    0.0000 .0000E+00 .0000E+00    0.0054 .1525E-03 .8020E-04    0.0006 .2178E-06 .1760E-0
  199         0.00  0.000  0.007  0.1357    0.0000 .0000E+00 .0000E+00    0.0048 .1355E-03 .7331E-04    0.0006 .2139E-06 .1744E-0
  200         0.02  0.000  0.021  0.1356    0.0000 .0000E+00 .0000E+00    0.0043 .1203E-03 .6695E-04    0.0006 .2100E-06 .1728E-0
  201         0.02  0.000  0.019  0.1358    0.0000 .0000E+00 .0000E+00    0.0038 .1066E-03 .6109E-04    0.0006 .2061E-06 .1712E-0
  202         0.07  0.000  0.023  0.1437    0.0000 .0000E+00 .0000E+00    0.0033 .9438E-04 .5569E-04    0.0006 .2023E-06 .1695E-0
  203         0.00  0.000  0.035  0.1378    0.0000 .0000E+00 .0000E+00    0.0030 .8344E-04 .5071E-04    0.0006 .1984E-06 .1679E-0
  204         0.00  0.000  0.011  0.1358    0.0000 .0000E+00 .0000E+00    0.0026 .7366E-04 .4612E-04    0.0005 .1946E-06 .1663E-0
  205         0.00  0.000  0.004  0.1352    0.0000 .0000E+00 .0000E+00    0.0023 .6493E-04 .4191E-04    0.0005 .1908E-06 .2055E-0
  206         0.00  0.000  0.001  0.1351    0.0000 .0000E+00 .0000E+00    0.0020 .5715E-04 .3804E-04    0.0005 .1862E-06 .1626E-0
  207         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0018 .5022E-04 .3448E-04    0.0005 .1825E-06 .1610E-0
  208         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0016 .4406E-04 .3121E-04    0.0005 .1789E-06 .1594E-0
  209         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0014 .3859E-04 .2822E-04    0.0005 .1753E-06 .1578E-0
  210         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0012 .3373E-04 .2548E-04    0.0005 .1718E-06 .1562E-0
  211         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0010 .2943E-04 .2298E-04    0.0005 .1683E-06 .1546E-0
  212         0.67  0.000  0.079  0.2335    0.0000 .0000E+00 .0000E+00    0.0009 .2562E-04 .2072E-04    0.0005 .1649E-06 .1530E-0
  213         0.22  0.000  0.116  0.2508    0.0000 .0000E+00 .0000E+00    0.0008 .2226E-04 .1854E-04    0.0003 .8125E-07 .1138E-0
  214         0.00  0.000  0.246  0.2098    0.0000 .0000E+00 .0000E+00    0.0007 .1930E-04 .1666E-04    0.0005 .1590E-06 .1503E-0
  215         1.34  0.133  0.138  0.3881    0.0000 .0000E+00 .0000E+00    0.0006 .1669E-04 .1492E-04    0.0005 .1558E-06 .1488E-0
  216         0.00  0.000  0.296  0.3334    2.1238 .0000E+00 .3123E-01    0.0315 .8895E-03 .2844E-03    0.0004 .1204E-06 .1271E-0
  217         0.00  0.000  0.275  0.2823    2.2156 .0000E+00 .3143E-01    0.1096 .3100E-02 .7902E-03    0.0003 .5648E-07 .8172E-0
  218         0.00  0.000  0.318  0.2243    1.6336 .0000E+00 .3014E-01    0.1799 .5087E-02 .1156E-02    0.0002 .1619E-07 .4198E-0
  219         1.16  0.071  0.151  0.3758    1.0092 .0000E+00 .2876E-01    0.2407 .6805E-02 .1444E-02    0.0001 .2367E-08 .1385E-0
  220         0.00  0.000  0.233  0.3319    1.7631 .0000E+00 .3043E-01    0.2957 .8360E-02 .1690E-02    0.0000 .0000E+00 .0000E+0
  221         0.26  0.000  0.145  0.3460    1.9795 .0000E+00 .3091E-01    0.3492 .9873E-02 .1919E-02    0.0000 .0000E+00 .0000E+0
  222         0.00  0.000  0.208  0.3062    1.7917 .0000E+00 .3049E-01    0.3985 .1127E-01 .2124E-02    0.0000 .0000E+00 .0000E+0
  223         0.00  0.000  0.244  0.2605    1.5624 .0000E+00 .2999E-01    0.4425 .1251E-01 .2301E-02    0.0000 .0000E+00 .0000E+0
  224         0.00  0.000  0.247  0.2144    1.1923 .0000E+00 .2917E-01    0.4811 .1360E-01 .2454E-02    0.0000 .0000E+00 .0000E+0
  225         0.09  0.000  0.230  0.1864    0.7831 .0000E+00 .2826E-01    0.5144 .1454E-01 .2583E-02    0.0000 .0000E+00 .0000E+0
  226         0.00  0.000  0.243  0.1448    0.1805 .0000E+00 .6906E-02    0.5221 .1476E-01 .2613E-02    0.0000 .0000E+00 .0000E+0
  227         0.00  0.000  0.056  0.1355    0.0000 .0000E+00 .0000E+00    0.4880 .1380E-01 .2481E-02    0.0000 .0000E+00 .0000E+0
  228         0.96  0.021  0.157  0.2658    0.0000 .0000E+00 .0000E+00    0.4457 .1260E-01 .2314E-02    0.0000 .0000E+00 .0000E+0
  229         0.00  0.000  0.198  0.2328    0.0000 .0000E+00 .0000E+00    0.4068 .1150E-01 .2158E-02    0.0000 .0000E+00 .0000E+0
  230         0.00  0.000  0.217  0.1967    0.0000 .0000E+00 .0000E+00    0.3713 .1050E-01 .2012E-02    0.0000 .0000E+00 .0000E+0
  231         0.00  0.000  0.228  0.1587    0.0000 .0000E+00 .0000E+00    0.3388 .9578E-02 .1876E-02    0.0000 .0000E+00 .0000E+0
  232         0.00  0.000  0.127  0.1376    0.0000 .0000E+00 .0000E+00    0.3090 .8736E-02 .1748E-02    0.0000 .7429E-09 .1041E-0
  233         0.50  0.000  0.126  0.1999    0.0000 .0000E+00 .0000E+00    0.2817 .7965E-02 .1629E-02    0.0000 .1995E-08 .1814E-0
  234         0.00  0.000  0.183  0.1693    0.0000 .0000E+00 .0000E+00    0.2567 .7259E-02 .1517E-02    0.0001 .7610E-08 .3414E-0
  235         0.00  0.000  0.176  0.1400    0.0000 .0000E+00 .0000E+00    0.2339 .6614E-02 .1413E-02    0.0001 .1426E-07 .4627E-0
  236         0.01  0.000  0.034  0.1360    0.0000 .0000E+00 .0000E+00    0.2130 .6024E-02 .1316E-02    0.0002 .2223E-07 .5741E-0
  237         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.1940 .5484E-02 .1225E-02    0.0002 .3109E-07 .6761E-0
  238         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.1765 .4991E-02 .1140E-02    0.0002 .4050E-07 .7694E-0
  239         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1606 .4540E-02 .1061E-02    0.0003 .5019E-07 .8546E-0
  240         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1460 .4129E-02 .9864E-03    0.0003 .5992E-07 .9322E-0
  241         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1327 .3753E-02 .9172E-03    0.0003 .6951E-07 .1003E-0
  242         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1206 .3410E-02 .8525E-03    0.0003 .7881E-07 .1337E-0
  243         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.1095 .3097E-02 .7922E-03    0.0004 .9111E-07 .1138E-0



  244         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0994 .2811E-02 .7359E-03    0.0004 .9941E-07 .1189E-0
  245         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0902 .2550E-02 .6833E-03    0.0004 .1072E-06 .1234E-0
  246         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0818 .2313E-02 .6343E-03    0.0004 .1143E-06 .1275E-0
  247         0.36  0.000  0.070  0.1834    0.0000 .0000E+00 .0000E+00    0.0741 .2097E-02 .5886E-03    0.0004 .1209E-06 .1311E-0
  248         0.00  0.000  0.081  0.1700    0.0000 .0000E+00 .0000E+00    0.0672 .1899E-02 .5460E-03    0.0004 .1269E-06 .1343E-0
  249         0.00  0.000  0.079  0.1569    0.0000 .0000E+00 .0000E+00    0.0608 .1720E-02 .5062E-03    0.0005 .1323E-06 .1371E-0
  250         0.00  0.000  0.077  0.1440    0.0000 .0000E+00 .0000E+00    0.0551 .1557E-02 .4692E-03    0.0005 .1370E-06 .1395E-0
  251         0.00  0.000  0.049  0.1359    0.0000 .0000E+00 .0000E+00    0.0498 .1408E-02 .4347E-03    0.0002 .7097E-07 .1064E-0
  252         0.00  0.000  0.005  0.1352    0.0000 .0000E+00 .0000E+00    0.0450 .1273E-02 .4025E-03    0.0005 .1432E-06 .1430E-0
  253         0.00  0.000  0.001  0.1350    0.0000 .0000E+00 .0000E+00    0.0407 .1150E-02 .3726E-03    0.0005 .1466E-06 .1447E-0
  254         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0367 .1038E-02 .3447E-03    0.0005 .1494E-06 .1460E-0
  255         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0331 .9367E-03 .3188E-03    0.0005 .1518E-06 .1471E-0
  256         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0299 .8447E-03 .2947E-03    0.0005 .1537E-06 .1480E-0
  257         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0269 .7612E-03 .2722E-03    0.0005 .1552E-06 .1487E-0
  258         0.87  0.010  0.059  0.2685    0.0000 .0000E+00 .0000E+00    0.0242 .6854E-03 .2514E-03    0.0005 .1563E-06 .1493E-0
  259         0.00  0.000  0.142  0.2448    0.0000 .0000E+00 .0000E+00    0.0218 .6168E-03 .2320E-03    0.0005 .1571E-06 .1496E-0
  260         0.00  0.000  0.130  0.2230    0.0000 .0000E+00 .0000E+00    0.0196 .5546E-03 .2140E-03    0.0005 .1575E-06 .1498E-0
  261         0.00  0.000  0.152  0.1977    0.0000 .0000E+00 .0000E+00    0.0176 .4983E-03 .1973E-03    0.0005 .1576E-06 .1498E-0
  262         0.00  0.000  0.119  0.1779    0.0000 .0000E+00 .0000E+00    0.0158 .4474E-03 .1817E-03    0.0005 .1575E-06 .1498E-0
  263         0.00  0.000  0.111  0.1593    0.0000 .0000E+00 .0000E+00    0.0142 .4013E-03 .1673E-03    0.0005 .1571E-06 .1496E-0
  264         0.00  0.000  0.075  0.1468    0.0000 .0000E+00 .0000E+00    0.0127 .3597E-03 .1540E-03    0.0005 .1565E-06 .1493E-0
  265         0.00  0.000  0.069  0.1353    0.0000 .0000E+00 .0000E+00    0.0114 .3221E-03 .1416E-03    0.0005 .1557E-06 .1489E-0
  266         0.00  0.000  0.002  0.1350    0.0000 .0000E+00 .0000E+00    0.0102 .2882E-03 .1301E-03    0.0005 .1547E-06 .1484E-0
  267         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0091 .2576E-03 .1194E-03    0.0005 .1535E-06 .1478E-0
  268         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0081 .2300E-03 .1096E-03    0.0005 .1522E-06 .1472E-0
  269         0.00  0.000  0.000  0.1350    0.0000 .0000E+00 .0000E+00    0.0073 .2052E-03 .1005E-03    0.0005 .1508E-06 .1465E-0
  270         1.05  0.036  0.050  0.2957    0.0000 .0000E+00 .0000E+00    0.0065 .1828E-03 .9205E-04    0.0005 .1493E-06 .1457E-0
  271         0.68  0.031  0.078  0.3884    0.6197 .0000E+00 .1464E-01    0.0203 .5729E-03 .2132E-03    0.0005 .1319E-06 .1353E-0
  272         0.00  0.000  0.084  0.3691    2.6194 .0000E+00 .3232E-01    0.0737 .2084E-02 .5809E-03    0.0004 .8352E-07 .1272E-0
  273         0.07  0.000  0.078  0.3624    2.4890 .0000E+00 .3204E-01    0.1505 .4254E-02 .1008E-02    0.0002 .1880E-07 .5175E-0
  274         0.00  0.000  0.098  0.3408    2.3181 .0000E+00 .3166E-01    0.2197 .6212E-02 .1346E-02    0.0000 .1236E-08 .1400E-0
  275         0.00  0.000  0.077  0.3228    2.0992 .0000E+00 .3117E-01    0.2819 .7970E-02 .1629E-02    0.0000 .6579E-09 .4837E-0
  276         0.00  0.000  0.087  0.3031    1.9089 .0000E+00 .3075E-01    0.3376 .9545E-02 .1870E-02    0.0000 .0000E+00 .0000E+0
  277         0.00  0.000  0.084  0.2840    1.7329 .0000E+00 .3036E-01    0.3875 .1096E-01 .2079E-02    0.0000 .0000E+00 .0000E+0
  278         0.00  0.000  0.098  0.2628    1.5576 .0000E+00 .2998E-01    0.4322 .1222E-01 .2260E-02    0.0000 .0000E+00 .0000E+0
  279         0.09  0.000  0.080  0.2594    1.3867 .0000E+00 .2960E-01    0.4721 .1335E-01 .2419E-02    0.0000 .0000E+00 .0000E+0
  280         0.02  0.000  0.062  0.2475    1.2290 .0000E+00 .2925E-01    0.5078 .1436E-01 .2558E-02    0.0000 .0000E+00 .0000E+0
  281         0.00  0.000  0.058  0.2331    1.0539 .0000E+00 .2886E-01    0.5395 .1525E-01 .2679E-02    0.0000 .0000E+00 .0000E+0
  282         0.00  0.000  0.070  0.2167    0.9212 .0000E+00 .2857E-01    0.5676 .1605E-01 .2786E-02    0.0000 .0000E+00 .0000E+0
  283         0.00  0.000  0.067  0.2009    0.7796 .0000E+00 .2826E-01    0.5927 .1676E-01 .2880E-02    0.0000 .0000E+00 .0000E+0
  284         0.00  0.000  0.067  0.1850    0.6979 .0000E+00 .2807E-01    0.6149 .1739E-01 .2963E-02    0.0000 .0000E+00 .0000E+0
  285         0.00  0.000  0.079  0.1673    0.4585 .0000E+00 .2755E-01    0.6345 .1794E-01 .3035E-02    0.0000 .0000E+00 .0000E+0
  286         0.00  0.000  0.062  0.1547    0.0773 .0000E+00 .1344E-01    0.6376 .1803E-01 .3046E-02    0.0000 .0000E+00 .0000E+0
  287         0.09  0.000  0.065  0.1589    0.0000 .0000E+00 .0000E+00    0.6043 .1709E-01 .2923E-02    0.0000 .0000E+00 .0000E+0
  288         0.32  0.000  0.070  0.2006    0.0000 .0000E+00 .0000E+00    0.5523 .1562E-01 .2728E-02    0.0000 .0000E+00 .0000E+0
  289         0.00  0.000  0.068  0.1893    0.0000 .0000E+00 .0000E+00    0.5045 .1427E-01 .2545E-02    0.0000 .0000E+00 .0000E+0
  290         0.00  0.000  0.066  0.1782    0.0000 .0000E+00 .0000E+00    0.4608 .1303E-01 .2374E-02    0.0000 .0000E+00 .0000E+0
  291         0.00  0.000  0.048  0.1702    0.0000 .0000E+00 .0000E+00    0.4207 .1190E-01 .2214E-02    0.0000 .0000E+00 .0000E+0
  292         0.00  0.000  0.061  0.1601    0.0000 .0000E+00 .0000E+00    0.3840 .1086E-01 .2064E-02    0.0000 .3909E-09 .7613E-0
  293         0.00  0.000  0.054  0.1510    0.0000 .0000E+00 .0000E+00    0.3504 .9907E-02 .1925E-02    0.0001 .4159E-08 .2448E-0
  294         0.00  0.000  0.039  0.1445    0.0000 .0000E+00 .0000E+00    0.3196 .9037E-02 .1794E-02    0.0001 .1117E-07 .4000E-0
  295         0.58  0.000  0.074  0.2288    0.0000 .0000E+00 .0000E+00    0.2914 .8240E-02 .1672E-02    0.0002 .2060E-07 .5424E-0
  296         0.51  0.000  0.066  0.3028    0.0000 .0000E+00 .0000E+00    0.2656 .7511E-02 .1557E-02    0.0002 .3175E-07 .6729E-0
  297         0.00  0.000  0.055  0.2914    0.0480 .0000E+00 .1337E-01    0.2553 .7220E-02 .1511E-02    0.0002 .3767E-07 .7328E-0
  298         0.00  0.000  0.047  0.2790    0.1163 .0000E+00 .2679E-01    0.2807 .7938E-02 .1624E-02    0.0002 .2816E-07 .6339E-0
  299         1.35  0.176  0.053  0.4610    0.9744 .0000E+00 .2869E-01    0.3274 .9258E-02 .1827E-02    0.0001 .1418E-07 .4506E-0
  300         0.06  0.000  0.056  0.4554    4.8553 .0000E+00 .3727E-01    0.3817 .1079E-01 .2055E-02    0.0001 .4310E-08 .2494E-0
  301         0.00  0.000  0.047  0.4414    4.6956 .0000E+00 .3691E-01    0.4449 .1258E-01 .2311E-02    0.0000 .5123E-10 .2774E-0
  302         0.12  0.000  0.062  0.4449    4.4141 .0000E+00 .3629E-01    0.5016 .1418E-01 .2534E-02    0.0000 .0000E+00 .0000E+0
  303         0.18  0.000  0.071  0.4570    4.4710 .0000E+00 .3642E-01    0.5527 .1563E-01 .2729E-02    0.0000 .0000E+00 .0000E+0
  304         0.00  0.000  0.055  0.4417    4.7547 .0000E+00 .3704E-01    0.6003 .1697E-01 .2908E-02    0.0000 .0000E+00 .0000E+0
  305         0.00  0.000  0.067  0.4244    4.5229 .0000E+00 .3653E-01    0.6445 .1822E-01 .3072E-02    0.0000 .0000E+00 .0000E+0
  306         0.00  0.000  0.066  0.4074    4.2692 .0000E+00 .3597E-01    0.6836 .1933E-01 .3214E-02    0.0000 .0000E+00 .0000E+0
  307         0.01  0.000  0.064  0.3925    3.9692 .0000E+00 .3531E-01    0.7179 .2030E-01 .3337E-02    0.0000 .0000E+00 .0000E+0
  308         0.00  0.000  0.066  0.3757    3.7064 .0000E+00 .3473E-01    0.7477 .2114E-01 .3444E-02    0.0000 .0000E+00 .0000E+0
  309         0.00  0.000  0.051  0.3615    3.4559 .0000E+00 .3417E-01    0.7735 .2187E-01 .3535E-02    0.0000 .0000E+00 .0000E+0
  310         0.00  0.000  0.056  0.3466    3.2193 .0000E+00 .3365E-01    0.7958 .2250E-01 .3613E-02    0.0000 .0000E+00 .0000E+0
  311         0.00  0.000  0.065  0.3303    2.9530 .0000E+00 .3306E-01    0.8149 .2304E-01 .3680E-02    0.0000 .0000E+00 .0000E+0
  312         0.00  0.000  0.053  0.3160    2.7389 .0000E+00 .3259E-01    0.8309 .2349E-01 .3735E-02    0.0000 .0000E+00 .0000E+0
  313         0.00  0.000  0.053  0.3018    2.5458 .0000E+00 .3216E-01    0.8444 .2388E-01 .3782E-02    0.0000 .0000E+00 .0000E+0
  314         0.00  0.000  0.047  0.2886    2.3364 .0000E+00 .3170E-01    0.8557 .2419E-01 .3821E-02    0.0000 .0000E+00 .0000E+0
  315         0.00  0.000  0.046  0.2758    2.0640 .0000E+00 .3110E-01    0.8647 .2445E-01 .3852E-02    0.0000 .0000E+00 .0000E+0
  316         0.02  0.000  0.056  0.2647    1.8594 .0000E+00 .3064E-01    0.8715 .2464E-01 .3875E-02    0.0000 .0000E+00 .0000E+0
  317         0.00  0.000  0.058  0.2500    1.6982 .0000E+00 .3029E-01    0.8767 .2479E-01 .3893E-02    0.0000 .0000E+00 .0000E+0
  318         0.50  0.000  0.072  0.3164    1.5353 .0000E+00 .2993E-01    0.8805 .2490E-01 .3906E-02    0.0000 .0000E+00 .0000E+0
  319         0.00  0.000  0.074  0.2992    1.3719 .0000E+00 .2957E-01    0.8831 .2497E-01 .3915E-02    0.0000 .0000E+00 .0000E+0
  320         0.07  0.000  0.056  0.2967    1.2110 .0000E+00 .2921E-01    0.8845 .2501E-01 .3920E-02    0.0000 .0000E+00 .0000E+0
  321         0.65  0.004  0.051  0.3911    1.2325 .0000E+00 .2926E-01    0.8853 .2503E-01 .3923E-02    0.0000 .0000E+00 .0000E+0
  322         0.13  0.000  0.048  0.3993    2.7284 .0000E+00 .3256E-01    0.8893 .2515E-01 .3936E-02    0.0000 .0000E+00 .0000E+0
  323         0.00  0.000  0.045  0.3863    2.8914 .0000E+00 .3292E-01    0.8988 .2541E-01 .3969E-02    0.0000 .9135E-10 .3597E-0
  324         0.00  0.000  0.049  0.3727    2.8477 .0000E+00 .3283E-01    0.9079 .2567E-01 .4000E-02    0.0000 .1097E-08 .1537E-0
  325         0.00  0.000  0.058  0.3575    2.6542 .0000E+00 .3240E-01    0.9157 .2589E-01 .4026E-02    0.0001 .2995E-08 .2115E-0
  326         0.18  0.000  0.067  0.3710    2.4587 .0000E+00 .3197E-01    0.9217 .2606E-01 .4047E-02    0.0001 .6073E-08 .2995E-0
  327         0.11  0.000  0.069  0.3726    2.3118 .0000E+00 .3164E-01    0.9262 .2619E-01 .4062E-02    0.0001 .1053E-07 .3930E-0
  328         0.00  0.000  0.072  0.3554    2.2350 .0000E+00 .3147E-01    0.9297 .2629E-01 .4074E-02    0.0002 .1646E-07 .4900E-0
  329         0.00  0.000  0.064  0.3395    2.0552 .0000E+00 .3108E-01    0.9322 .2636E-01 .4082E-02    0.0002 .2394E-07 .5897E-0
  330         0.51  0.000  0.055  0.4102    2.1680 .0000E+00 .3133E-01    0.9341 .2641E-01 .4089E-02    0.0002 .3295E-07 .6908E-0
  331         0.00  0.000  0.042  0.3975    3.4024 .0000E+00 .3405E-01    0.9390 .2655E-01 .4105E-02    0.0001 .2110E-07 .5760E-0
  332         0.00  0.000  0.039  0.3854    3.1998 .0000E+00 .3361E-01    0.9474 .2679E-01 .4133E-02    0.0003 .4929E-07 .8403E-0
  333  *      0.01  0.000  0.041  0.3747    2.9923 .0000E+00 .3315E-01    0.9539 .2697E-01 .4155E-02    0.0003 .5952E-07 .9239E-0
  334         0.14  0.000  0.047  0.3847    2.8090 .0000E+00 .3274E-01    0.9588 .2711E-01 .4172E-02    0.0003 .7153E-07 .1013E-0
  335  *      0.00  0.000  0.033  0.3737    2.6522 .0000E+00 .3240E-01    0.9622 .2721E-01 .4183E-02    0.0004 .8532E-07 .1399E-0
  336  *      0.48  0.000  0.036  0.3716    2.5407 .0000E+00 .3215E-01    0.9646 .2727E-01 .4191E-02    0.0004 .1048E-06 .1227E-0
  337         0.11  0.000  0.000  0.4165    2.7740 .0000E+00 .3267E-01    0.9669 .2734E-01 .4199E-02    0.0002 .6093E-07 .9826E-0
  338         0.00  0.000  0.021  0.4458    3.9100 .0000E+00 .3518E-01    0.9723 .2749E-01 .4217E-02    0.0005 .1343E-06 .1386E-0
  339         0.14  0.000  0.047  0.4553    4.5292 .0000E+00 .3655E-01    0.9827 .2779E-01 .4252E-02    0.0005 .1490E-06 .1458E-0



  340  *      0.00  0.000  0.030  0.4441    4.5825 .0000E+00 .3666E-01    0.9946 .2812E-01 .4292E-02    0.0005 .1626E-06 .1522E-0
  341         0.00  0.000  0.043  0.4309    4.3537 .0000E+00 .3616E-01    1.0051 .2842E-01 .4327E-02    0.0005 .1771E-06 .1589E-0
  342         0.35  0.000  0.050  0.4749    4.4207 .0000E+00 .3631E-01    1.0142 .2868E-01 .4357E-02    0.0005 .1934E-06 .1661E-0
  343         0.05  0.000  0.053  0.4680    5.2327 .0000E+00 .3810E-01    1.0245 .2897E-01 .4391E-02    0.0006 .2103E-06 .1732E-0
  344         0.00  0.000  0.039  0.4552    4.9756 .0000E+00 .3753E-01    1.0362 .2930E-01 .4430E-02    0.0006 .2268E-06 .1798E-0
  345  *      0.00  0.000  0.031  0.4438    4.6959 .0000E+00 .3691E-01    1.0455 .2956E-01 .4461E-02    0.0006 .2449E-06 .1869E-0
  346  *      0.00  0.000  0.029  0.4330    4.4454 .0000E+00 .3636E-01    1.0525 .2976E-01 .4484E-02    0.0006 .2693E-06 .2449E-0
  347  *      0.00  0.000  0.000  0.4270    4.2308 .0000E+00 .3589E-01    1.0576 .2990E-01 .4500E-02    0.0007 .2947E-06 .2053E-0
  348  *      0.00  0.000  0.000  0.4211    4.0661 .0000E+00 .3552E-01    1.0611 .3000E-01 .4512E-02    0.0007 .3209E-06 .2143E-0
  349  *      0.00  0.000  0.030  0.4103    3.8862 .0000E+00 .3512E-01    1.0633 .3006E-01 .4519E-02    0.0007 .3490E-06 .2234E-0
  350  *      0.00  0.000  0.031  0.3994    3.6796 .0000E+00 .3467E-01    1.0642 .3009E-01 .4522E-02    0.0008 .3787E-06 .2327E-0
  351  *      0.05  0.000  0.036  0.3960    3.4915 .0000E+00 .3425E-01    1.0640 .3008E-01 .4521E-02    0.0008 .4101E-06 .2421E-0
  352  *      0.00  0.000  0.028  0.3858    3.3288 .0000E+00 .3389E-01    1.0627 .3005E-01 .4517E-02    0.0008 .4428E-06 .2515E-0
  353  *      0.03  0.000  0.027  0.3807    3.1602 .0000E+00 .3352E-01    1.0606 .2999E-01 .4510E-02    0.0009 .4766E-06 .2609E-0
  354  *      0.19  0.000  0.030  0.3784    3.0257 .0000E+00 .3322E-01    1.0577 .2991E-01 .4501E-02    0.0004 .2555E-06 .2018E-0
  355  *      0.00  0.000  0.036  0.3762    2.8732 .0000E+00 .3288E-01    1.0543 .2981E-01 .4490E-02    0.0009 .5368E-06 .2769E-0
  356  *      0.00  0.000  0.030  0.3741    2.7472 .0000E+00 .3261E-01    1.0503 .2970E-01 .4477E-02    0.0009 .5719E-06 .2858E-0
  357  *      0.00  0.000  0.027  0.3698    2.6409 .0000E+00 .3237E-01    1.0460 .2958E-01 .4462E-02    0.0010 .6106E-06 .3692E-0
  358  *  *   0.00  0.000  0.000  0.3649    1.3410 .0000E+00 .2950E-01    1.0388 .2937E-01 .4439E-02    0.0010 .6550E-06 .3056E-0
  359  *  *   0.00  0.000  0.000  0.3602    0.8150 .0000E+00 .2833E-01    1.0264 .2902E-01 .4398E-02    0.0010 .6998E-06 .3158E-0
  360  *  *   0.16  0.000  0.030  0.3555    0.6849 .0000E+00 .2805E-01    1.0129 .2864E-01 .4353E-02    0.0011 .7450E-06 .3258E-0
  361     *   0.00  0.000  0.034  0.3582    0.5562 .0000E+00 .2776E-01    0.9997 .2827E-01 .4309E-02    0.0011 .7881E-06 .3351E-0
  362     *   0.00  0.000  0.039  0.3536    0.4287 .0000E+00 .2748E-01    0.9869 .2791E-01 .4266E-02    0.0011 .8289E-06 .3436E-0
  363  *  *   0.00  0.000  0.012  0.3491    0.3026 .0000E+00 .2720E-01    0.9744 .2755E-01 .4224E-02    0.0012 .8675E-06 .3515E-0
  364  *  *   0.17  0.000  0.039  0.3446    0.1777 .0000E+00 .2692E-01    0.9622 .2721E-01 .4183E-02    0.0012 .9037E-06 .3587E-0
  365     *   0.00  0.012  0.033  0.3554    0.0541 .0000E+00 .2176E-01    0.9455 .2673E-01 .4127E-02    0.0006 .4714E-06 .2750E-0
 
 ********************************************************************************************************************************
 

 *******************************************************************************
 
                   MONTHLY TOTALS (IN INCHES) FOR YEAR   25
 -------------------------------------------------------------------------------
 
                                 JAN/JUL FEB/AUG MAR/SEP APR/OCT MAY/NOV JUN/DEC
                                 ------- ------- ------- ------- ------- -------
 
 PRECIPITATION                    3.51    4.73    5.20    1.79    2.84    3.48
                                  1.23    4.54    3.03    3.32    2.33    1.73
 
 RUNOFF                           0.587   4.159   3.422   0.000   0.002   0.044
                                  0.000   0.225   0.077   0.176   0.004   0.013
 
 EVAPOTRANSPIRATION               1.212   0.600   2.077   2.118   2.582   3.698
                                  0.639   4.598   1.509   2.048   1.696   0.876
 
 PERCOLATION/LEAKAGE THROUGH      1.1472  0.3430  0.8956  0.3089  0.1144  0.0266
   LAYER  2                       0.0000  0.3077  0.0790  0.6203  0.9716  1.0179
 
 LATERAL DRAINAGE COLLECTED       0.9745  0.5840  0.5376  0.5217  0.0982  0.0499
   FROM LAYER  3                  0.0083  0.2248  0.0343  0.3880  0.7326  0.8938
 
 LATERAL DRAINAGE RECIRCULATED    0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  3                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1450  0.0936  0.0896  0.0869  0.0241  0.0145
   LAYER  4                       0.0035  0.0448  0.0105  0.0708  0.1154  0.1356
 
 LATERAL DRAINAGE COLLECTED       0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
   FROM LAYER  6                  0.0000  0.0000  0.0000  0.0000  0.0000  0.0000
 
 PERCOLATION/LEAKAGE THROUGH      0.1096  0.1416  0.0912  0.1130  0.1031  0.0671
   LAYER  7                       0.0545  0.0151  0.0414  0.0042  0.0062  0.0728
 

 -------------------------------------------------------------------------------
                    MONTHLY SUMMARIES FOR DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
 AVERAGE DAILY HEAD ON            4.737   0.699   3.270   0.357   0.024   0.002
   TOP OF LAYER  2                0.000   0.524   0.191   1.308   2.648   2.923
 
 STD. DEVIATION OF DAILY          0.646   1.534   2.053   0.570   0.067   0.006
   HEAD ON TOP OF LAYER  2        0.000   0.803   0.652   1.645   0.851   1.607
 
 AVERAGE DAILY HEAD ON            1.112   0.738   0.613   0.615   0.112   0.059
   TOP OF LAYER  4                0.009   0.257   0.040   0.443   0.864   1.020
 
 STD. DEVIATION OF DAILY          0.019   0.335   0.298   0.301   0.071   0.028
   HEAD ON TOP OF LAYER  4        0.009   0.158   0.034   0.128   0.081   0.039
 
 AVERAGE DAILY HEAD ON            0.001   0.002   0.001   0.001   0.001   0.001
   TOP OF LAYER  7                0.001   0.000   0.000   0.000   0.000   0.001
 
 STD. DEVIATION OF DAILY          0.000   0.000   0.000   0.000   0.000   0.000
   HEAD ON TOP OF LAYER  7        0.000   0.000   0.000   0.000   0.000   0.000
 
 *******************************************************************************

 
 *******************************************************************************
 



                           ANNUAL TOTALS FOR YEAR   25
 -------------------------------------------------------------------------------
                                          INCHES          CU. FEET     PERCENT
                                         --------        ----------    -------
   PRECIPITATION                           37.73         342399.750    100.00
 
   RUNOFF                                   8.709         79034.141     23.08
 
   EVAPOTRANSPIRATION                      23.653        214650.828     62.69
 
   PERC./LEAKAGE THROUGH LAYER  2           5.832190      52927.125     15.46
 
   AVG. HEAD ON TOP OF LAYER  2             1.3901
 
   DRAINAGE COLLECTED FROM LAYER  3         5.0477        45808.312     13.38
 
   RECIRCULATION FROM LAYER  3              0.000000          0.000      0.00
 
   PERC./LEAKAGE THROUGH LAYER  4           0.834425       7572.406      2.21
 
   AVG. HEAD ON TOP OF LAYER  4             0.4901
 
   DRAINAGE COLLECTED FROM LAYER  6         0.0002            1.672      0.00
 
   PERC./LEAKAGE THROUGH LAYER  7           0.819940       7440.958      2.17
 
   AVG. HEAD ON TOP OF LAYER  7             0.0007
 
   CHANGE IN WATER STORAGE                 -0.500         -4536.115     -1.32
 
   SOIL WATER AT START OF YEAR            285.530       2591185.250
 
   SOIL WATER AT END OF YEAR              285.030       2586649.250
 
   SNOW WATER AT START OF YEAR              0.000             0.000      0.00
 
   SNOW WATER AT END OF YEAR                0.000             0.000      0.00
 
   ANNUAL WATER BUDGET BALANCE              0.0000           -0.056      0.00
 
 *******************************************************************************

 

 *******************************************************************************
 
          AVERAGE MONTHLY VALUES IN INCHES FOR YEARS    1 THROUGH   25
 -------------------------------------------------------------------------------
 
                          JAN/JUL  FEB/AUG  MAR/SEP  APR/OCT  MAY/NOV  JUN/DEC
                          -------  -------  -------  -------  -------  -------
   PRECIPITATION
   -------------
     TOTALS                 3.12     3.43     4.28     2.95     3.96     2.80
                            3.90     4.64     3.54     2.39     3.10     3.69
 
     STD. DEVIATIONS        1.36     1.36     2.09     1.22     2.23     1.29
                            1.83     2.26     1.77     1.14     1.22     1.79
 
   RUNOFF
   ------
     TOTALS                 1.867    2.372    2.197    0.327    0.463    0.086
                            0.219    0.521    0.450    0.165    0.483    0.957
 
     STD. DEVIATIONS        1.767    1.009    2.096    0.572    0.714    0.196
                            0.308    0.746    0.643    0.240    0.686    1.223
 
   EVAPOTRANSPIRATION
   ------------------
     TOTALS                 0.895    0.760    2.230    2.682    3.228    3.050
                            3.368    3.578    2.542    1.518    1.478    0.967
 
     STD. DEVIATIONS        0.341    0.329    0.528    0.851    1.481    1.169
                            1.472    1.324    0.938    0.555    0.255    0.161
 
   PERCOLATION/LEAKAGE THROUGH LAYER  2
   ------------------------------------
     TOTALS                 0.6212   0.2266   0.7641   0.4242   0.3497   0.1338
                            0.1745   0.2686   0.3326   0.4482   0.7613   0.9037
 
     STD. DEVIATIONS        0.3886   0.3075   0.2540   0.3197   0.3084   0.1273
                            0.1850   0.2027   0.2402   0.3348   0.3340   0.3021
 
   LATERAL DRAINAGE COLLECTED FROM LAYER  3
   ----------------------------------------
     TOTALS                 0.6650   0.2728   0.4757   0.5106   0.3064   0.1800
                            0.1197   0.1907   0.2522   0.3604   0.5410   0.7520
 
     STD. DEVIATIONS        0.2927   0.2322   0.2468   0.2288   0.2513   0.1401
                            0.1062   0.1246   0.1485   0.2410   0.2627   0.2693
 
   LATERAL DRAINAGE RECIRCULATED FROM LAYER  3
   -------------------------------------------



     TOTALS                 0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
                            0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
 
     STD. DEVIATIONS        0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
                            0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
 
   PERCOLATION/LEAKAGE THROUGH LAYER  4
   ------------------------------------
     TOTALS                 0.1047   0.0487   0.0787   0.0845   0.0549   0.0360
                            0.0256   0.0375   0.0477   0.0629   0.0878   0.1161
 
     STD. DEVIATIONS        0.0402   0.0336   0.0344   0.0313   0.0375   0.0230
                            0.0188   0.0211   0.0226   0.0362   0.0373   0.0380
 
   LATERAL DRAINAGE COLLECTED FROM LAYER  6
   ----------------------------------------
     TOTALS                 0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
                            0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
 
     STD. DEVIATIONS        0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
                            0.0000   0.0000   0.0000   0.0000   0.0000   0.0000
 
   PERCOLATION/LEAKAGE THROUGH LAYER  7
   ------------------------------------
     TOTALS                 0.1078   0.1042   0.0579   0.0798   0.0891   0.0773
                            0.0587   0.0406   0.0329   0.0369   0.0349   0.0638
 
     STD. DEVIATIONS        0.0401   0.0391   0.0295   0.0353   0.0241   0.0296
                            0.0234   0.0211   0.0199   0.0260   0.0263   0.0334
 

 -------------------------------------------------------------------------------
                AVERAGES OF MONTHLY AVERAGED DAILY HEADS (INCHES)
 -------------------------------------------------------------------------------

 
   DAILY AVERAGE HEAD ON TOP OF LAYER  2
   -------------------------------------
     AVERAGES               1.7665   0.7058   2.5644   1.0666   0.9379   0.1947
                            0.3244   0.5341   0.7711   1.0733   2.3286   2.9619
 
     STD. DEVIATIONS        1.4478   1.2634   1.1196   1.2568   1.0696   0.3166
                            0.4359   0.5247   0.6903   1.1132   1.4638   1.6514
 
   DAILY AVERAGE HEAD ON TOP OF LAYER  4
   -------------------------------------
     AVERAGES               0.7587   0.3417   0.5427   0.6019   0.3496   0.2122
                            0.1366   0.2176   0.2973   0.4112   0.6377   0.8580
 
     STD. DEVIATIONS        0.3340   0.2900   0.2816   0.2697   0.2867   0.1651
                            0.1212   0.1422   0.1751   0.2750   0.3097   0.3073
 
   DAILY AVERAGE HEAD ON TOP OF LAYER  7
   -------------------------------------
     AVERAGES               0.0011   0.0012   0.0006   0.0008   0.0009   0.0008
                            0.0006   0.0004   0.0003   0.0004   0.0004   0.0006
 
     STD. DEVIATIONS        0.0004   0.0004   0.0003   0.0004   0.0002   0.0003
                            0.0002   0.0002   0.0002   0.0003   0.0003   0.0003
 
 *******************************************************************************

 *******************************************************************************
 
      AVERAGE ANNUAL TOTALS & (STD. DEVIATIONS) FOR YEARS    1 THROUGH   25
 -------------------------------------------------------------------------------
                                      INCHES            CU. FEET       PERCENT
                                -------------------   -------------   ---------
  PRECIPITATION                  41.80    (   5.909)     379302.3     100.00
 
  RUNOFF                         10.106   (  3.7001)      91715.12     24.180
 
  EVAPOTRANSPIRATION             26.297   (  3.2632)     238645.87     62.917
 
  PERCOLATION/LEAKAGE THROUGH     5.40855 (  0.91074)     49082.551    12.94022
    LAYER  2
 
  AVERAGE HEAD ON TOP             1.269 (    0.286)
    OF LAYER  2
 
  LATERAL DRAINAGE COLLECTED      4.62672 (  0.80664)     41987.465   11.06966
    FROM LAYER  3
 
  DRAINAGE RECIRCULATED           0.00000 (  0.00000)         0.000    0.00000
    FROM LAYER  3
 
  PERCOLATION/LEAKAGE THROUGH     0.78527 (  0.11632)      7126.317     1.87880
    LAYER  4
 
  AVERAGE HEAD ON TOP             0.447 (    0.079)
    OF LAYER  4
 
  LATERAL DRAINAGE COLLECTED      0.00017 (  0.00004)         1.498    0.00039
    FROM LAYER  6



 
  PERCOLATION/LEAKAGE THROUGH     0.78390 (  0.10704)      7113.921     1.87553
    LAYER  7
 
  AVERAGE HEAD ON TOP             0.001 (    0.000)
    OF LAYER  7
 
  CHANGE IN WATER STORAGE        -0.018   (  1.6566)       -161.52     -0.043
 
 *******************************************************************************

 



 ******************************************************************************
 
                 PEAK DAILY VALUES FOR YEARS    1 THROUGH   25
    ------------------------------------------------------------------------
                                                 (INCHES)      (CU. FT.)
                                                ----------   -------------
       PRECIPITATION                              4.02         36481.500
 
       RUNOFF                                     3.676        33355.3789
 
       PERCOLATION/LEAKAGE THROUGH LAYER  2       0.039798       361.16690
 
       AVERAGE HEAD ON TOP OF LAYER  2            6.000
 
       DRAINAGE COLLECTED FROM LAYER  3           0.03365        305.35065
 
       PERCOLATION/LEAKAGE THROUGH LAYER  4       0.004931        44.74865
 
       AVERAGE HEAD ON TOP OF LAYER  4            1.190
 
       MAXIMUM HEAD ON TOP OF LAYER  4            2.155

       LOCATION OF MAXIMUM HEAD IN LAYER  3
             (DISTANCE FROM DRAIN)                9.2 FEET
 
       DRAINAGE COLLECTED FROM LAYER  6           0.00000          0.02133
 
       PERCOLATION/LEAKAGE THROUGH LAYER  7       0.007159        64.96867
 
       AVERAGE HEAD ON TOP OF LAYER  7            0.002
 
       MAXIMUM HEAD ON TOP OF LAYER  7            0.004

       LOCATION OF MAXIMUM HEAD IN LAYER  6
             (DISTANCE FROM DRAIN)                0.0 FEET
 
       SNOW WATER                                 4.66         42279.3516
 

       MAXIMUM VEG. SOIL WATER (VOL/VOL)                  0.5010
 
       MINIMUM VEG. SOIL WATER (VOL/VOL)                  0.1350
 

        ***  Maximum heads are computed using McEnroe's equations.  ***

             Reference:  Maximum Saturated Depth over Landfill Liner
                         by Bruce M. McEnroe, University of Kansas
                         ASCE Journal of Environmental Engineering
                         Vol. 119, No. 2, March 1993, pp. 262-270.

 
 ******************************************************************************

 



 ******************************************************************************
 
                    FINAL WATER STORAGE AT END OF YEAR   25
     ----------------------------------------------------------------------
                     LAYER        (INCHES)       (VOL/VOL)
                     -----        --------       ---------
                       1            2.1321         0.3554

                       2            4.8000         0.4000

                       3            0.8861         0.0738

                       4            0.0000         0.0000

                       5            1.4272         0.1189

                       6           35.0409         0.2920

                       7          240.0000         0.4000

                   SNOW WATER       0.000
 
 ******************************************************************************
 ******************************************************************************
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Contract No. N62472-99-D-0032 

SECTION 01010  
 

SUMMARY OF WORK 
 
PART 1. GENERAL 
 
1.1  DESCRIPTION 
 

A.  This Section describes in general the Project and the Work to be performed under 
this Delivery Order. Detailed requirements and the extent of all Work are stated in 
the applicable Specification Sections and are shown on the Contract Drawings. 

 
B. The following words and terms, for the purpose of this Contract, have the following 

meaning: 
 

1.  Navy: shall mean the U. S. Navy Facilities Engineering Command – 
Engineering Field Activities – Northeast. 

 
2. Contracting Officer: shall mean the person or designee authorized by the Navy 

to administer the Contract and supervise all Project Work performed under the 
Contract. 

 
3. Engineer: shall mean Foster Wheeler Environmental Corporation (FWENC). 

 
4. Delivery Order Manager: shall mean the FWENC employee assigned such 

responsibility by the Navy, and shall also include FWENC employees 
designated by the Delivery Order Manager (e.g. on-site Construction 
Supervisor). 

 
5. Contractor: shall mean FWENC under contract with the Navy to perform the 

Work in accordance with approved Technical Specifications and Contract 
Drawings. 

 
6. Contract: shall mean all Project Work covered by the Contract Documents 

including Technical Specifications/Contract Drawings and sketches, and the 
Health and Safety Plan. 

 
C. This Section should be read in conjunction with other specifically referenced 

Sections and with the Contract Drawings to establish the total requirements of the 
Work. 

 
D. Specification Sections and Contract Drawings included in these documents 

establish the performance, quality requirements, location, and general 
arrangement of materials and equipment, and establish the minimum standards for 
quality workmanship and appearance. 

 
E. This Section does not provide the technical detail of the referenced Sections for 

particular Work Activities but describes the scope under general conditions work. 
 

F. The Contractor shall furnish all labor, equipment, appliances, and materials, and 
carry out all operations as necessary to complete the Work.  The Contractor shall 
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also perform the Work in strict accordance with these Technical Specifications and 
the Contract Drawings. 

 
G. All Work is subject to the Terms and Conditions of the Navy’s Remedial Action 

Contract (RAC). 
 
1.2   REFERENCES 
 
The publications listed below form a part of this Specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  In case of contradiction, the 
most stringent code applies. 
 
SITE INVESTIGATION DATA 
 

(2001) Proposed Plan for Site 3 and 10 (OU-6), Naval Weapons Stations Earle, Colts 
Neck, New Jersey, prepared by Tetra Tech NUS, Inc. 

 
(2001) Contract Task Order No. 40, Statement of Work under Remedial Action Contract 
N67472-99-R-0032, Code 1821/JPK. 

 
1.3   SUBMITTALS 
  

A. As-Built Drawings 
 

The Contractor shall provide at the completion of the Work, red-lined Drawings 
showing all deviations which have been made from the Contract Drawings.  These 
red-lined Drawings shall be used to generate As-Built Drawings for the Navy. 

 
B. Progress Schedule 

 
The Contractor shall submit a progress schedule on a weekly basis to the 
Contracting Officer for approval.  When Change Orders of field changes are 
authorized by the Contracting Officer, the Contractor shall submit a modified 
schedule for approval. 

 
1.4  SCOPE OF WORK 
 
The Work included in this Project as issued under the Navy’s RAC (No. N62472-99-D-0032), 
Naval Facilities Engineering Command, Engineering Field Activity, Northeast, Delivery Order 
#40, consists of the proper closure of two landfills (Sites 3 and 10) located at the Naval 
Weapons Station Earle, Colts Neck, New Jersey.  The closures generally include the 
construction of a 3-foot thick soil cover cap at Site 3 and a multi-layer system cap at Site 10. 
 

A.  The Contractor shall be responsible for contacting the appropriate local officials to 
obtain information and requirements concerning Work affecting local municipalities 
including, but not limited to, permits, licenses, certifications and truck routes. 

 
B. The Contractor shall prepare and submit for approval a detailed Construction Work 

Plan with Construction Schedule and implement this plan, the Technical 
Specifications including the Erosion and Sediment Control Plan and the Site 
Specific Health and Safety Plan.  All plans shall be approved by the Contracting 
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Officer and appropriate local authorities prior to the initiation of related Work.  Work 
should consider the safety of and minimal disturbance to adjacent properties. 

 
C. In the instances where conflicts occur between the Contract Drawings and 

Technical Specifications, the Technical Specifications shall govern.   
 
1.5 SITE 3 SCOPE OF WORK 
 
The Work associated with Site 3 shall include, but not be limited to, the following: 
 

A. Mobilization 
 

The Contractor shall furnish all necessary labor, materials, and equipment to 
perform the Work which shall include, but is not limited to, a temporary field office 
and storage facilities.  The Contractor shall be responsible for performing all Site 
Work in accordance with the approved plans as required to provide for the 
complete installation/construction of the three foot cover landfill cap.   

 
B. Clearing and Grubbing 

 
Clearing and grubbing shall consist of the removal and satisfactory disposal of 
vegetation designated for removal, including shrubs, snags and brush occurring 
within the Contractor’s Work Area.  Clearing operations shall be conducted in a 
manner that prevents damage to existing structures and installations, and that 
provides for the safety of employees and others.  

 
C. Erosion and Sediment Control 

 
The Contractor shall be responsible for the installation and maintenance of all 
erosion and sediment control measures as detailed in these Technical 
Specifications and as shown on the Contract Drawings. 

 
D. Demolition 

 
The Contractor shall be responsible for the proper and safe demolition of two 
existing small wooden structures located on-site.  The locations of these wooden 
structures are shown on the Contract Drawings.  These structures shall be 
disposed of off-site. 

 
E. Off-Site Transportation and Disposal 

 
The Contractor shall be responsible for performing off-site transportation and 
disposal of existing construction debris, demolished wooden structures, the former 
skeet range, and materials generated during clearing and grubbing activities (e.g. 
all tree trunks, limbs, roots, stumps, brush, foliage, other vegetation, excess 
materials as determined by the Contracting Officer, and objectionable material from 
clearing and grubbing activities).  The Navy shall be responsible for performing 
characterization sampling and analytical testing of materials to be disposed off-site.  
The Navy shall provide the results of characterization sampling and analytical 
testing within 48 hours of testing so as not to impact the project schedule. 
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F.  Preparation of Subgrade 
 

The Contractor shall be responsible for all Work to prepare the sub-grade of the 
three foot soil cap which includes, but is not limited to, all cut and fill operations 
necessary to bring the sub-grade to the elevations as shown on the Contract 
Drawings. 

 
G.   Placement of Three-Foot Soil Cover Cap 

 
The Contractor shall be responsible for all Work associated with the construction of 
a three-foot soil cover cap on Site 3 including providing the required materials for 
constructing the cap to the final grades as detailed in these Technical 
Specifications and as shown on the Contract Drawings. The soil cover cap shall be 
constructed to promote surface run-off and shall be a minimum of 36 inches in 
thickness consisting of the following layers, listed in descending order: 

 
1. Six inches of top soil to support final seeding and vegetation. 

 
2. Thirty inches of cover soil material. 

 
H.   Seeding 

 
 The Contractor shall be responsible for all Work associated with seeding of Site 3 

upon completion of construction of the three-foot soil cover cap including but not 
limited to scarifying the seed bed, furnishing and placing pulverized agricultural 
limestone, commercial fertilizer, seed, mulching and maintaining seeded areas.  All 
limestone, fertilizer, seed and mulch mixtures and planting schedules shall comply 
with the requirements of the Freehold Soil Conservation District and the Navy’s 
Forester. 

 
I.   Storm Water Management Measures  

 
The Contractor shall be responsible for all Work associated with the installation of 
storm water control devices including the installation of all drainage ditches and 
reinforced concrete pipe and headwalls as detailed in these Technical 
Specifications and as shown on the Contract Drawings. 

 
J. Site Access Road 

 
The Contractor shall be responsible for all Work associated with the construction of 
the site access road.  The Work shall be performed in accordance with these 
Technical Specifications and the Contract Drawings. 

 
K. Monitoring Wells 

 
The Contractor shall be responsible for all Work associated with the installation of 
new monitoring wells and extension of existing monitoring wells.  The Work shall 
be performed in accordance with these Technical Specifications and the Contract 
Drawings. 
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L. Removal and Disposal of all Erosion and Sediment Control Measures 

 
The Contractor shall be responsible for removal, and transportation and off-site 
disposal of all temporary erosion and sediment control measures upon final 
approval of the Work by the Contracting Officer. 

 
M. Installation of Cable Fence with Warning Signs 

 
The Contractor shall be responsible for providing all labor, materials, and 
equipment for the installation of the cable fence with warning signs as specified in 
the Technical Specifications and as shown on the Contract Drawings.  The 
Contractor shall also be responsible for providing warning signs and their 
placement on the cable fence posts as specified in these Technical Specifications. 

 
N. Demobilization 

 
Upon the completion of the Project, the Contractor shall be responsible for 
decontaminating (if necessary) and cleaning all materials and equipment prior to 
removing them from the Site.  All stockpiles of surplus materials shall be removed 
and disturbed areas graded and seeded.  All temporary facilities and utilities shall 
be removed. 

 
O. Project Closeout and Record Documents 

 
The Contractor shall provide closeout documents, certifications, and As-Built 
Drawings upon completion of all field activities to the Contracting Officer. 

 
1.6 SITE 10 SCOPE OF WORK 
 
The Work associated with Site 10 shall include, but not be limited to, the following: 
 

A. Mobilization 
 

The Contractor shall furnish all necessary labor, materials, and equipment to 
perform the Work which shall include, but is not limited to, a temporary field office 
and storage facilities.  The Contractor shall be responsible for performing all Site 
Work in accordance with the approved plans as required to provide for the 
complete installation/construction of the multi-layer system landfill cap.   

 
B. Clearing and Grubbing 

 
Clearing and grubbing shall consist of the removal and satisfactory disposal of 
vegetation designated for removal, including shrubs, snags and brush occurring 
within the Contractors Work Area.  Clearing operations shall be conducted in a 
manner that prevents damage to existing structures and installations, and that 
provides for the safety of employees and others. 
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C. Erosion and Sediment Control 

 
The Contractor shall be responsible for the installation and maintenance of all 
erosion and sediment control measures as detailed in these Technical 
Specifications and as shown on the Contract Drawings. 

 
D. Off-Site Transportation and Disposal 

 
The Contractor shall be responsible for performing off-site transportation and 
disposal of existing construction debris and materials generated during clearing 
and grubbing activities (e.g. all tree trunks, limbs, roots, stumps, brush, foliage, 
other vegetation, excess materials as determined by the Contracting Officer, and 
objectionable material from clearing and grubbing activities).  The Navy shall be 
responsible for performing characterization sampling and analytical testing of 
materials to be disposed off-site. The Navy shall provide the results of 
characterization sampling and analytical testing within 48 hours of testing so as not 
to impact the project schedule. 

 
E. Preparation of Subgrade 

 
The Contractor shall be responsible for all Work to prepare the sub-grade of the 
multi-layer system landfill cap which includes, but is not limited to, all cut and fill 
operations necessary to bring the sub-grade to the elevations as shown on the 
Contract Drawings. 

 
F. Placement of the Multi-Layer System Cap 

 
The Contractor shall be responsible for all Work associated with the construction of 
a multi-layer system cap on Site 10 including providing the required materials for 
constructing the cap to the final grades as detailed in these Technical 
Specifications and on the Contract Drawings. This multi-layer system cap shall be 
a minimum of 42 inches in thickness and will consist of the following layers, listed 
in descending order: 

 
1. Six inches of top soil to support final seeding and vegetation; 

 
2. Twelve inches of cover soil material; 

 
3. 8 ounce Geotextile Fabric layer; 

 
4. Twelve inches of drainage layer (poorly graded sand); 

 
5. 60 mil HDPE liner; and 

 
6. Twelve inches of granular material as a gas management layer. 

 
G.  Seeding 

 
The Contractor shall be responsible for all Work associated with seeding Site 10 
upon completion of the construction of the multi-layer system cap including but not 
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limited to scarifying the seed bed, furnishing and placing pulverized agricultural 
limestone, commercial fertilizer, seed, mulching and maintaining seeded areas.  All 
limestone, fertilizer, seed and mulch mixtures and planting schedules shall comply 
with the requirements of the Freehold Soil Conservation District and the Navy’s 
Forester. 

 
H.  Storm Water Management Measures (Drainage Ditches) 

 
The Contractor shall be responsible for all Work associated with the installation of 
storm water control devices including the installation of all drainage ditches as 
detailed in these Technical Specifications and as shown on the Contract Drawings. 

 
I.  Site Access Road 

 
The Contractor shall be responsible for all Work associated with the construction of 
the site access road.  The Work shall be performed in accordance with these 
Technical Specifications and the Contract Drawings. 

 
J. Removal and Disposal of all Erosion and Sediment Control Measures 

 
The Contractor shall be responsible for removal, and transportation and off-site 
disposal of all temporary erosion and sediment control measures upon final 
approval of the Work by the Contracting Officer. 

 
K. Installation of Landfill Gas Controls 

 
The Contractor shall be responsible for furnishing all materials and providing all 
labor necessary to install PVC piping through the multi-layer system cap. All landfill 
gas controls shall be installed in locations and to depths as detailed in these 
Technical Specifications and as shown on the Contract Drawings. 

 
L. Installation of Cable Fence with Warning Signs 

 
The Contractor shall be responsible for providing all labor, materials, and 
equipment for the installation of the cable fence with warning signs as specified in 
these Technical Specifications and as shown on the Contract Drawings. The 
Contractor shall also be responsible for providing warning signs and their 
placement on the cable fence posts as specified in these Technical Specifications. 

 
M. Demobilization 

 
Upon the completion of the Project, the Contractor shall be responsible for 
decontaminating (if necessary) and cleaning all materials and equipment prior to 
removing them from the Site.  All stockpiles of surplus materials shall be removed 
and disturbed areas graded and seeded.  All temporary facilities and utilities shall 
be removed. 

 
N. Project Closeout and Record Documents 

 
The Contractor shall provide closeout documents, certifications, and as-built 
Drawings upon completion of all field activities to the Contracting Officer. 
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1.7 PROJECT / SITE CONDITIONS 
 
Data and information furnished or referred to below are for the Contractor’s information.  The 
Navy, the Engineer and/or the Contracting Officer shall not be responsible for any interpretation 
or conclusions drawn from the data. 
 

A. Site Description 
 

The Naval Weapons Station Earle (NWS Earle) is located in Colts Neck, 
Monmouth County, New Jersey.  A feasibility study (FS) was completed in 
September 2000 for Operable Unit 6 (OU-6) located within the ordnance area of 
NWS Earle to address contamination associated with Site 3 and 10 at NWS Earle.  
The Feasibility Study (FS) was completed as part of the Navy’s Installation 
Restoration Program (IRP) and the Superfund Remedial Program (Comprehensive 
Environmental Response, Compensation, and Liability Act [CERCLA]). 

 
The IRPs at NWS Earle were broken into operable units (OU) comprising Sites 
with similar characteristics through previous Remedial Investigations and to save 
time and money.  The following is a description of the Sites which are included in 
OU-6 as part of this Contract: 

 
1. Site 3 is a 5-acre landfill used from 1960 to 1968 for the disposal of domestic 

and industrial wastes.  Available records, as well as test pits dug during the 
Remedial Investigation, indicate that the industrial waste disposed in Site 3 
comprises a small portion of the approximately 4,800 tons of waste material 
buried there. 

 
2. Site 10 is a 2-acre landfill adjacent to the former demilitarization furnace used 

from 1953 to 1965 for the disposal of demilitarized metals from munitions and 
spent munitions casings.  Spent blasting grit and paint chips were also buried 
in Site 10. 

 
B. Data and information furnished or referred to below are for the Contractor’s 

information. The Navy, the Engineer and/or the Contracting Officer shall not be 
responsible for any interpretation or conclusions drawn from the data. 

 
1. Site Conditions: The indications of physical conditions on the Contract 

Drawings and in the Technical Specifications are the result of site 
investigations and surveys.  The conditions represented prevailed at the time 
that the investigations and surveys were made.  Before commencing Work, the 
Contractors shall verify the existing conditions noted on the Contract Drawings 
and in the Technical Specifications. 
 

2. Transportation Facilities: The Contractor shall make his/her own investigations 
as to the use of Local, State, and Federal highways, roads, streets, and 
bridges. 
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1.8 SEQUENCING AND SCHEDULING 
 
The Work shall be planned, scheduled, and performed in stages in order to complete the Work 
within the requirements of the Navy’s Scope of Work Document. 
 

A. Stage 1 – Project Startup and Mobilization 
 

Project startup shall include the following activities which shall not necessarily be 
conducted in the following order: 

 
1. Develop and submit all required pre-construction submittals to the Contracting 

Officer for approval. 
 

2. Conduct site-specific safety training. 
 

3. Provide personnel lunch area and hygiene facilities. 
 

4. Install barrier fencing, gates and signs as needed to establish Work Zones and 
restrict access to the Site. 
 

5. Construct/maintain administration area. 
 

a) Safety equipment and supply storage; and 
 

b) Parking areas. 
 

6. Install materials and equipment for decontamination operations, if necessary. 
 

7. Provide all permit documentation and obtain necessary approvals. 
 

B. Stage 2 – Remedial Operations 
 

The remedial operations shall include all activities as described in these Technical 
Specifications and in the Contract Drawings. 

 
C. Stage 3 - Demobilization 

 
1. Decontaminate (if necessary), clean, and remove from Site all construction 

equipment and facilities. 
 

2. Dispose of all materials generated during and after construction operations, at 
appropriate facilities. 

 
1.9 AS-BUILT DRAWINGS 

 
The Contractor shall maintain at the Job Site one set of full-size Drawings marked to show any 
deviations which have been made from the Contract Drawings, including buried or concealed 
construction and utility features revealed during the course of construction.  The Contractor shall 
record the horizontal and vertical location of all buried utilities that differ from the Contract 
Drawings.  These Drawings shall be available for review by the Contracting Officer at all times.  
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Upon completion of the Work, the Contractor shall submit the original marked set of prints to the 
Contracting Officer. 
 

A.  Preparation of As-Built Drawings: Changes to the Contract Drawings shall be made 
in the Job Site set of prints at the time field changes are made, pertinent 
information is collected, or the need for corrections is established as a continuing 
process during the life of the Contract.  As revised Drawings are issued by the 
Engineer, revised prints shall be introduced into the set to replace the superseded 
Drawings and all applicable notations previously made on the superseded 
Drawings transferred to the current prints.  Carefully prepare sketches, on sheets 
not less than 8-1/2” by 11”, may be used to depict changes or added information in 
lieu of notations on the actual prints.  All plan views, sections, elevations, profiles, 
diagrams, details, or schedules affected by the change shall be marked up as 
required to reflect the change.  All notations or changes made on the prints shall be 
in sufficient detail to clearly depict the change.  Colored pens or pencils shall be 
used to make notations on As-Built Drawings as follows: 

  
 Red pen or pencil shall be employed to indicate added or corrected Work or 

information. 
 

Green pen or pencil shall be employed to show the deleted or incorrectly depicted 
Work or information. 

 
Blue or black pen or pencil shall be used to show information not to be recorded on 
the Drawings but included on the marked-up prints for explanatory or clarification 
purposes for the benefit of the Engineer. 
 

1.10 PROJECT SCHEDULE 
 

A. The Contractor shall prepare a schedule of construction activities to ensure the full 
coordination of Work and persons engaged to perform Work.   

 
B. All Work shall be coordinated between the Contractor, any Subcontractors, and 

existing facilities.  The schedule shall be approved by the Contracting Officer prior 
to start of Work. 

 
C. The project schedule shall be a timeline of construction activities which clearly 

indicates the order of Work and the interrelationship of all items of Work as 
specified in Section 01300, Paragraph 1.9. 

 
D. The project schedule shall be updated for the weekly progress meetings to reflect 

any events affecting the schedule of Work and shall be included in the Weekly 
Summary Reports, as specified in the CQC Plan. 

 
E. The project schedule shall be in table format (GANTT chart) and include a written 

description of items. 
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PART 2. PRODUCTS 
 
2.1  MATERIALS 
 
If items called for by this Technical Specification have been identified by a “brand name” 
description, such identification is intended to be descriptive, but not restrictive, and is to indicate 
the quality and characteristics of products that will be satisfactory, unless otherwise specifically 
provided in this Contract. 
 
PART 3. EXECUTION 
 
3.1 GENERAL 
 

A. The Contractor is advised that the Work will be performed on a Hazardous Waste 
Site.  The Contractor is responsible for developing and complying with the Site 
Specific Health and Safety Plan (SSHSP) accepted by the Contracting Officer for 
his/her operations.  The Contractor shall implement this plan taking precautions 
necessary to protect the public and work force personnel from potential hazards.  
The Contractor shall utilize personnel with approved hazardous waste training. 

 
B. The Contractor shall protect existing underground and aboveground facilities from 

damage, whether or not they lie within the limits of the Contractor’s Work Area, 
unless specifically designated for removal.  Where such existing facilities must be 
removed in order to properly carry out the construction, or are damaged during 
construction, the Contractor shall restore them to their original condition.  The 
Contractor shall notify the Contracting Officer of any damaged facilities and make 
repairs or replacements. 

 
C. The Contractor shall locate and verify the location of all active, existing facilities 

and structures on the Site. 
 

D. The Contractor shall verify the locations of utilities and facilities shown on the 
Drawings, and determine the presence of those not shown.  Immediate and 
adjacent areas where excavations are to be made shall be thoroughly checked by 
visual examination for indications of underground utilities and also checked with 
electronic metal and pipe detection equipment prior to excavation. 

 
E.  Where the Contractor’s operations could cause damage or inconvenience to 

telephone, television, power, oil, gas, water or sewer utilities, the Contractor shall 
make arrangements necessary for the protection of these utilities and services.  
The Contractor shall replace existing utilities removed or damaged during 
construction, unless otherwise provide for in these documents. 

 
F.  The Contractor shall notify utility offices that are affected by construction 

operations in writing at least 30 days in advance of Work.  Under no circumstances 
shall the Contractor expose any utility without first obtaining permission from the 
appropriate agency. Once permission has been granted, the Contractor shall 
locate, expose, and provide temporary support for the utilities. 

 

 01010-11



Contract No. N62472-99-D-0032 

G. In the event of interruption to domestic water, sewer, storm drain, or other utility 
services as a result of constructions operations, the Contractor shall promptly notify 
the proper agency or authority and the Contracting Officer.  The Contractor shall 
cooperate with said agency or authority in restoration as promptly as possible at no 
cost to the Navy.  The Contractor shall take all measures necessary to prevent the 
interruption of utility services unless so granted by the utility owner. 

 
H. The Contractor shall notify the applicable utilities if conflicts or emergencies arise 

during the Work. 
 

I. For Work performed in close proximity to the properties of businesses, utilities or 
other parties, the Contractor shall utilize every precaution to protect the property, 
utility lines, tress, walls and other structures from damage.  Any damage that the 
Contractor may inflict shall be repaired or replaced in a prompt manner as directed 
by the Contracting Officer. 

 
3.2 CONTRACTOR’S USE OF PREMISES 
 

A.  The Contractor shall minimize the use of the Site Area for storage. 
 

B. The Contractor shall assume full responsibility for the protection and safe keeping 
of products under this Contract that are stored on-site during the construction 
activities. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
Not used. 
 
 
 

 
*** END OF SECTION *** 
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SECTION 01019 
 

MOBILIZATION AND DEMOBILIZATION 
 

PART 1. GENERAL 
 
1.1 DESCRIPTION 
 
The Contractor shall be responsible for the Mobilization and Demobilization of all equipment, 
labor and materials as indicated in this Section.  The Contractor shall follow all Site and Safety 
regulations.   
 
1.2 RELATED DIVISIONS 
 
Related Work and/or equipment that is specified in other Divisions of the Contract Document 
includes, but is not limited to, the following: 
 
 Division 1 General Requirements 
 Division 2 Site Work 
 Division 3 Concrete 
 Division 15 Mechanical 
  
1.3 SUBMITTALS 
 
Not used. 
 
1.4 MOBILIZATION 
 

A. Mobilization shall include: 
      

1. Mobilization of all construction equipment, materials, supplies, and manpower 
required for commencing and performing the Work. 
 

2. Preparation of the Contractor’s Work Area. 
 

3. Delivery and complete assembly of equipment, in working order, necessary to 
perform the required Work.  Provide labor necessary for commencement and 
completion of the Work. 

 
1.5 DEMOBILIZATION 
 
Demobilization shall include: 
 

A. Subsequent removal from the Site of all construction equipment, materials, 
supplies, and appurtenances.  

 
B. Cleaning and restoration of the Site, and staging areas, upon completion of the 

Work.   
 

C. Decontamination of all equipment prior to leaving the Site in accordance with the 
HASP and Emergency Response and Contingency Plan. 
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PART 2. PRODUCTS 
 
Not Used. 
 
PART 3. EXECUTION 
 
Not Used. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field Supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings. 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
 

 
 
 

***END OF SECTION*** 
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SECTION 01052 
 

FIELD SURVEYS 
 

PART 1.  GENERAL 
 
1.1 DESCRIPTION 
 
A land surveyor licensed in the State of New Jersey shall provide field surveying services.  The 
Subcontractor shall provide initial field survey staking and will maintain control points outside the 
construction area.  The Subcontractor shall be responsible for maintaining the survey stakes.  
The accuracy of all subsequent staking (if any), alignments and grades is the Subcontractor’s 
responsibility. 
 
1.2 RELATED SECTIONS 
 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01320 Submittal Register 
 Section 01700 Project Closeout and Project Record Documents 
  
1.3 SUBMITTALS 
 
The Subcontractor shall submit the following items in accordance with Section 01300, 
“Submittals”: 
 

A. Name, address, telephone number, and proof of Land Surveyor registration of 
surveyor before start of survey work; 

 
B. On request, documentation verifying accuracy of survey work; 
 
C. Survey drawings; 
 
D. A copy of the field survey notes and computer printout; and 

 
E. Surveying Subcontractor close-out documents. 

 
1.4 PROJECT RECORD DOCUMENTS 
 

A. A complete and accurate log of control and survey Work shall be maintained as it 
progresses. 

 
B. The Subcontractor shall submit Project Closeout and Record Documents in 

accordance with Section 01700, “Project Closeout and Project Record 
Documents.” 
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1.5 EXAMINATION 
 

A. The Subcontractor shall verify locations of survey control points prior to start of 
Work. 

 
B. The Contractor shall be notified of any discrepancies discovered. 

 
1.6 SURVEY REFERENCE POINTS 
 

A. The Contractor and Subcontractor shall locate and protect survey control and 
reference points. 

 
B. Control datum for field surveys shall be described in the survey report which will be 

supplied by the Subcontractor. 
 
C. The Contractor and Subcontractor shall provide additional protection as necessary 

for the survey control points prior to starting Site Work.  The Contractor and 
Subcontractor shall preserve permanent reference points during construction 
activities. 

 
D. The loss or destruction of any reference point or relocation required because of 

changes in grades or other reasons shall be promptly reported to the Contractor. 
 
E. If the Subcontractor disturbs survey control points, the Contractor shall be notified.  

The Contractor shall replace disturbed survey control points based on original 
survey control at the Subcontractor’s expense.  No changes shall be made without 
prior written notice to the Navy. 

 
F. Additional control points deemed necessary for performance of the Work shall be 

installed by the Subcontractor. 
 
G. If the Subcontractor disturbs or removes property boundary corners, the Contractor 

shall be notified.  The Contractor shall replace disturbed or removed property 
boundary corners. 

 
1.7 SURVEY REQUIREMENTS 
 

A. Recognized engineering survey practices shall be utilized. 
 
B. The Subcontractor shall periodically verify elevations, lines and levels by 

instrumentation and similar appropriate means: stakes for grading, fill placement, 
and slopes. 

 
C. Survey measurements shall have horizontal and vertical tolerances within + 0.1 

feet. 
 
D. Stakes shall not be installed over the geomembrane liner. 
 
E. A licensed surveyor shall sign the survey Drawings. 
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1.8 SURVEYS FOR MEASUREMENT 
 
The Subcontractor shall perform surveys to determine quantities of unit work, to establish 
measurement reference lines.  The Contractor shall be notified prior to start of Work. 
 
PART 2. PRODUCTS 

 
2.1 MATERIALS 
 
All Work shall be performed using sound and reliable materials and equipment. 
 
PART 3. EXECUTION 
 
3.1 LAYING OUT THE WORK 
 

A. The Subcontractor shall install construction staking which shall include the use of 
vertical and horizontal survey control points to establish construction survey points 
and construction centerlines; and establish bench marks as necessary.  

 
B. The accuracy of all of the Subcontractor’s stakes, alignments and grades is the 

responsibility of the Subcontractor.  The Contractor may check the surveyor’s 
stakes, alignments and grades at any time.  However, this check does not relieve 
the Contractor and Subcontractor of their responsibilities to construct the Work in 
accordance with the Contract Documents. 

 
C. The surveyor shall provide the QC Engineer on a daily basis with the survey notes 

and calculations for checking of quantities.  However, this check does not relieve 
the Contractor and Subcontractor of their responsibilities to construct the Work in 
accordance with the Contract Documents. 

 
D. The Subcontractor shall field survey the bottom of the subgrade, and each 

subsequent layer including the final grade elevations for Sites 3 and 10.  In 
addition, the Subcontractor shall locate all drainage ditches, reinforced concrete 
pipe, and any other feature shown on the Contract Drawings. 

 
3.2 SURVEY DRAWINGS 
 

A. The Subcontractor shall prepare field survey drawings including the following 
features: 

 
1. All above-ground utilities including the size and pipe invert elevations.  All 

manholes and catch basins are to include the top and invert elevations; 
 

2. All buildings, fencing, pipelines, and all other man-made structures; 
 

3. All paved, gravel, and dirt roads; 
 

4. All active/non-active railways; 
 

5. Location and identification of all significant natural features including, wooded 
areas, water courses, wetlands, flood hazard areas, and depressions; 
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6. All areas of vegetation including all trees greater than 4 inches in diameter; 

 
7. All property data including owners of records for properties within 200 feet of 

the Site; 
 

8. All wells and equipment, if any; 
 

9. Flood hazard data and delineation, if applicable;  
 
10. All wetland delineation; 

 
11. A correctly positioned North indicator; and 

 
12. Latitude and longitude, if possible. 

 
B. The final drawings shall be electronically submitted to the Contractor and shall 

meet the following requirements: 
 

1. Each drawing shall be a stand-alone file.  A single file that requires various 
layers to be turned on/off to create different drawings shall not be accepted. 

 
2. All drawings shall be completed in either ANSI or architectural sizes only (i.e. 

Arch-D, ANSI-B, etc.) 
 

3. Drawing files shall be compatible with Hewlett-Packard inkjet plotters. 
 

4. All drawings shall be in AutoCAD Release 14 or 2000 (dwg) format only.  Any 
documents that can be submitted in AutoCAD Land Development shall be 
encouraged. 

 
5. The drawings shall include: 

 
a. An index of layers or clearly marked layers; 

 
b. Indication of the appropriate state plane coordinate system used. 

 
c. Surveyor’s notes and locations of appropriate bench marks; and 

 
d. An ASCII file of survey points required by other civil software programs.  

The ASCII file shall include topographic contours. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings. 
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B. The Contractor and Subcontractor shall follow the procedures outlined in the CQC 
Plan. 

 
C. The QC Engineer shall sign the surveyor’s field notes or keep duplicate field notes 

and verify quantities. 
 

D. The QC Engineer shall verify layers of earthwork and liner, inverts and location of 
utilities and structures in accordance with the Technical Specifications and 
Contract Drawings. 

 
 
 
 

***END OF SECTION*** 
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SECTION 01155 

 
HEALTH AND SAFETY REQUIREMENTS 

 
PART 1.  GENERAL 
 
1.1 DESCRIPTION 
 

A. The Contractor shall provide all materials, labor, and equipment necessary to 
perform the Work specified in this Section in accordance with these Technical 
Specifications and the Contract Drawings. 

 
B. The responsibility for development, implementation and enforcement of the Site 

Specific Health and Safety Plan (HASP) lies solely with the Contractor and his/her 
health and safety personnel. 

C. The HASP developed by the Contractor shall include programs for accident 
prevention, personnel protection, and emergency response/contingency planning, 
air monitoring and handling hazardous materials and chemicals on-site.  The 
HASP shall meet all requirements of 29 CFR 1910 (General Industry Occupational 
Safety and Health Standards) and shall include enough detail to support the 
Contractor's Work. 

 
D. The following words and terms, for the purpose of this Section, have the following 

meanings: 
 

1. Project Environmental Safety Manager (PESM) – shall mean the Foster 
Wheeler employee assigned the complete and proper development and 
implementation of the HASP. 

 
2. Environmental Safety Supervisor (ESS) – shall mean the on-site Foster 

Wheeler employee assigned such responsibilities as verifying that all Work of 
these Technical Specifications are performed in accordance with the HASP 
and applicable occupational health and safety regulations.  The ESS shall have 
the ability to stop all Work that is not in compliance with the HASP until he/she 
is satisfied that all requirements of the HASP have been met. 

 
1.2 REFERENCES 
 
The publications listed below form a part of this Specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  In case of contradiction, the 
most stringent code applies.  The Contractor shall comply with Federal, State and Local 
regulations and guidelines, including all applicable Occupational Safety and Health 
Administration (OSHA) Regulations; 29 CFR 1910 (General Industry Standards) and 29 CFR 
1926 (Construction Standards).  These include, but are not limited to the following: 
 
AMERICAN NATIONAL STANDARDS INSTITUTE (ANSI) 
 

ANSI Z88.2 (1980) Practice for Respiratory Protection 
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ANSI Z41.1  (1983) Emergency Eyewash and Shower 
Equipment  

ANSI Z358.1  (1981) Protective Footwear 
ANSI Z88.6 (1984) Physical Qualifications for Respirator Use  
ANSI Z87.1  (1968) Practice for Occupational and Educational 

Eye and Face Protection 
 
US NAVY DEPARTMENT OF HEALTH AND HUMAN SERVICES (DHHS) 
 

DHHS (NIOSH) Publication 84-100 "NIOSH Sampling and Analytical Methods" 
 
OCCUPATIONAL AND HEALTH SAFETY ADMINISTRATION (OSHA) 
 

OSHA 29 CFR 1910.120 Hazardous Waste Operations Standard  
OSHA 29 CFR 1926.59 Hazard Communication Standard  
OSHA 29 CFR 1926.650-652 Construction Standards, Subpart P - Excavations 
OSHA 29 CFR 1926.132-137 General Industry Standards, Subpart I - Personal 

Protective Equipment, OSHA Construction 
Standards, Subpart X - Stairways and Ladders, 
29CFR 1926.1050 - 1060 

OSHA 29 CFR 1926.501 – 502 Construction Standards for Fall Protection 
 
NATIONAL INSTITUTE OF OCCUPATIONAL HEALTH AND SAFETY (NIOSH), 
OCCUPATIONAL HEALTH AND SAFETY ADMINISTRATION (OSHA), UNITED STATES 
COAST GUARD (USCG), ENVIRONMENTAL PROTECTION AGENCY (EPA) 
 
NIOSH/OSHA/USCG/EPA  Occupational Safety and Health Guidance Manual    
                                                                        for Hazardous Waste Site Activities 
 
1.3 SUBMITTALS 
 

A. Pre-Construction Submittals 
 

1. The HASP shall include but not be limited to: 
 

a. Personnel (item 3.1); 
 
b. Hazard Assessment (item 3.2); 
 
c. Safe Work Practices(item 3.3); 
 
d. Training (item 3.4); 
 
e. Work Zone categories (item 3.5); 
 
f. Personal safety equipment and protective clothing (item 3.6); 
 
g. Personnel & Equipment Decontamination (item 3.7); 
 
h. Emergency equipment and first aid requirements (item 3.8); 
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i. Emergency response and contingency planning (item 3.9); 
 
j. Posted regulations (item 3.10); 
 
k. Communications (item 3.11); 
 
l. MSDS (item 3.12); 
 
m. Medical Surveillance (item 4.3); 
 
n. Environmental and Personnel Monitoring (item 4.4); and 
 
o. Record Keeping and Reporting (item 4.6). 
 

2. The Contractor shall prepare and submit the Site Specific HASP, as specified 
herein, to the Contracting Officer for review and acceptance.  If required, the 
Contractor shall make all necessary amendments required by the Contracting 
Officer and resubmit the HASP to the Contracting Officer for acceptance.  This 
procedure shall continue until such time that the Contracting Officer gives its 
written final acceptance.  Mobilization on-site will not be permitted until written 
acceptance of the HASP by the Contracting Officer has been received. 

 
3. Material Safety Data Sheets shall be submitted for all hazardous chemicals on-

site and shall accompany all new shipments of hazardous chemicals. 
 

B. Construction Submittals 
 

1. Weekly Health and Safety Reports, which have been included as Figure 
01155-2, shall be maintained by the Contractor and submitted to the 
Contracting Officer weekly.  These reports shall include items specified in 
Section 4.6. 

 
2. Accident/Incident Reports, which have been included as Figure 01155-3, shall 

be prepared and submitted by the Contractor to the Contracting Officer.  
Reports shall be completed for lost time occupational injury or illness, medical 
treatment cases, unplanned exposure to toxic materials, and for any significant 
occurrence resulting in property damage.  These written reports shall be 
consistent with Figure 01155-3.  The Contractor shall notify the Contracting 
Officer immediately of any accidents or incidents. 

 
C. Final Submittals 

 
A Closeout Safety Report shall be submitted by the Contractor to the Contracting 
Officer on completion of the Work.  This report shall summarize the weekly safety 
reports and provide an overview of the Contractor's performance with regard to the 
HASP requirements. 

 
1.4 GENERAL REQUIREMENTS 
 

A. The Contractor, via the Project Environmental Safety Manager (PESM) or the 
Environmental Safety Supervisor (ESS), shall be responsible for the development 

 01155-3 



Contract No. N62472-99-D-0032 

and implementation of the HASP in accordance with the references listed in 
Section 1.2. 

 
B. The HASP shall be submitted for review and acceptance by the Contracting 

Officer. 
 

C. Site mobilization will not be permitted until the written acceptance of the HASP has 
been issued by the Contracting Officer. 

 
D. Determination of the appropriate level of worker safety equipment and procedures 

shall be made by the Contractor's PESM.  This determination shall be based upon 
a thorough review of background information, analytical data from previous 
sampling events, an initial site survey and a continuing health and safety program.  
As Work progresses, the PESM shall specify the worker protection level based on 
Site Activity. 

 
E. Should the Contractor seek modification of any portion or provision of the HASP, 

such modification shall be requested in writing to the PESM, and if accepted, be 
authorized in writing by all that authorized the HASP.  The modification shall be 
appended to the HASP.  All on-site personnel shall be fully informed of the 
modifications and required actions. 

 
F. Specifications and requirements delineated in this Section are in addition to all 

applicable State and Federal regulations pertaining to this kind of Work.  Any 
revision or addition to these regulations must be reviewed by the Contractor for the 
applicability to his/her Site Specific HASP.  In such case, the Contractor shall 
revise or add the new requirement to his/her HASP and resubmit it to the 
Contracting Officer for review and acceptance. 

 
G. Any disregard for the provisions of these health and safety specifications shall be 

deemed just and sufficient cause for ordering the stopping of all Work beyond the 
Support Zone until the matter has been rectified to the satisfaction of the 
Contracting Officer and the ESS. 

 

H. During the geophysical investigation, ordnance materials were encountered.  All 
ordnance materials appeared to be shell casings, shipping containers, and other 
components.  No unexploded ordnance (UXO) materials were encountered.  
Foster Wheeler Environmental UXO personnel will be available during intrusive 
activities in the areas where ordnance materials were encountered.  If ordnance-
type materials are encountered, UXO personnel will inspect the materials and will 
determine the proper method for disposal. 

 
PART 2. PRODUCTS 
 
Not Used. 
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PART 3. EXECUTION 
 
3.1 HEALTH AND SAFETY PERSONNEL 
 

A. Project Environmental Safety Manager/Certified Industrial Hygienist 
 

1. The Contractor's representative PESM shall be a Certified Industrial Hygienist 
(American Board of Industrial Hygiene) with specialized experience in the 
chemical hazardous waste industry and with hazards similar to those 
anticipated on this Project.  This person shall also have demonstrable expertise 
in air monitoring techniques and in development of respiratory protection 
programs for working in potentially toxic atmospheres.  The PESM shall have a 
broad working knowledge of State and Federal occupational safety and health 
regulations and formal educational training in occupational safety and health. 

 
2. It is not anticipated that this individual will be assigned to this Site on a full-time 

basis.  The PESM may delegate the implementation and enforcement of the 
HASP to the ESS defined below.  Regular on-site supervision and continued 
evaluation of effectiveness of the plans are to be performed by the PESM; at a 
minimum, these evaluations shall meet the requirements detailed in Section 
4.3. 

 
3. The PESM will be responsible for the preparation, implementation and 

enforcement of the Site Specific HASP. 
 

B. Environmental Safety Supervisor (ESS) 
 

1. The Contractor's representative ESS shall have a minimum of two years of 
hazardous waste experience and a working knowledge of current Federal and 
State occupational safety and health regulations and formal training in 
occupational safety and health.   

 
2. The ESS shall be assigned to the Work Site on a full-time basis for the duration 

of the Project with functional responsibility for implementation of the Site 
Specific HASP and shall report to the PESM. 

 
C. Health and Safety Technician(s) (HST) (as needed) 

 
The Contractor shall assign a Health and Safety Technician to each active Work 
Area to monitor the health and safety of personnel in that area.  The HST(s) shall 
report to the ESS.  The HST(s) shall be proficient in the use of the monitoring 
equipment described in this Specification.  The HST(s) shall receive from the 
PESM, a minimum of eight hours of specialized training in the use and 
maintenance of the monitoring and sampling equipment and interpretation of the 
data required to implement the Site Specific HASP.  The training shall also include 
instructions as to when and how to notify the PESM regarding monitoring data of 
concern.  The PESM shall certify that all HSTs are proficient in the use of this 
equipment, by completing and signing training logs which shall identify the 
equipment demonstrated, outline of topics addressed in the training, date of 
training, and social security number of attendee(s). 
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D. The Contractor is required to retain a medical consultant who is either a board 
certified or board eligible physician in occupational medicine.  Certification 
information can be obtained from the American Board of Preventative Medicine.  
The Medical Consultant shall have extensive experience in the occupational health 
area and be familiar with the site hazards and remedial action projects. 

 
3.2 HAZARD ASSESSMENT 
 
A detailed hazard assessment shall be conducted to identify the chemical, physical and 
biological hazards that may be encountered during the performance of Work.  An activity hazard 
analysis is then performed for each task to be completed, which includes assessing the 
likelihood of exposure to the identified hazards and the risk of exposure.  Control measures that 
will be employed to reduce or minimize hazards completes the hazard assessment. 
 

A. The chemical hazards that are anticipated to present an occupational exposure 
hazard during site operations shall be identified.  This identification shall include a 
thorough review of available analytical data from previous soil and groundwater 
sampling events at the Site.  Each chemical hazard that is selected shall be 
identified as a contaminant of concern.  For each contaminant of concern, the 
following information shall be provided: 

 
1. A brief summary of toxicity; 

 
2. OSHA PEL or ACGIH TLV; 

 
3. Hazardous properties (Flammable, toxic, reactive, etc.); 

 
4. Source of contaminant (Soil, groundwater, drums, etc.); and 

 
5. Skin designation - does contaminant have the skin designation as defined by 

OSHA? 
 

B. Include brief descriptions of all physical hazards that may be encountered during 
Work at the Site.  Examples of physical hazards include, but are not limited to the 
following: slips/trips/falls, temperature extremes, noise, splash hazards, manual 
lifting, heavy equipment, excavations, electrical hazards, hand and power tools, 
motors and pumps, fire and explosion. 

 
C. Include a description of all biological hazards that may be encountered during 

Work at the Site.  Examples of biological hazards include insects (ticks, bees, 
wasps and spiders), wild animals, and poisonous plants (poison ivy, oak and 
sumac). 

 
D. Conduct an activity hazard analysis for each task to be performed.  This includes 

determining the likelihood of exposure to the chemical, physical and biological 
hazards identified in the previous Sections.   Consider the routes of exposure, 
coming into contact with the contaminant or hazard and the procedures that will be 
utilized to complete the task. 

 
E. Describe the control measures that will be utilized to reduce or minimize the overall 

risks identified in the activities hazard analysis.  Control measures include, but are 
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not limited to the following: engineering controls, work practice controls, 
administrative controls, air monitoring, adherence to decontamination and personal 
hygiene procedures, and the use of personal protective equipment. 

 
3.3 SAFE WORK PRACTICES 
 
The Site Specific HASP shall address the safe work practices to be employed for the Work 
covered in this Technical Specification.  These shall include, but not be limited to, the following: 
 

A. Requirements for protective clothing including eye, head, hands, foot, body, and 
respiratory protection shall be included in the plan. 

 
B. The Contractor shall define the requirements for entry into a confined space 

(including excavation, treatment facilities and other facilities with limited access) 
and confined space permitting system in the HASP.  The protocol shall include at a 
minimum: 

 
1. Monitoring the air quality (oxygen deficiency, combustible gases or vapors and 

toxic substances); 
 
2. Determination of the level of protection, checks of structural integrity; 
 
3. Emergency equipment and other available personnel (buddy system); and 
 
4. Excavation and trenching. 
 
The Contractor's confined space permits shall be listed and provided to the 
Contracting Officer for review and acceptance.  Entry procedures for these 
confined spaces shall also be approved by the Contracting Officer. 

 
3.4 TRAINING 
 

A. The Contractor shall certify that all Contractor personnel performing or supervising 
Work, for health, safety, security, administrative or maintenance purposes or for 
any other site-related function, have received site specific health and safety 
training provided by the Contractor via the ESS.  The Contractor shall maintain 
training logs, which have been included as Figure 01155-1. 

 
B. The Contractor shall ensure that all personnel assigned to or entering areas with 

hazardous materials or who are working with hazardous materials that have not 
been previously trained, complete a minimum of forty hours of general health and 
safety training, eight hour refresher and supervisory training (when appropriate) in 
accordance with 29 CFR 1910.120(e).  The training program shall be conducted by 
a qualified instructor. 

 
C. The Contractor's PESM, or the ESS shall be responsible for site specific training of 

visitors in order to inform them of the hazards associated with the Site, to explain 
emergency procedures and instruct them in the use of protective gear required 
during the visit.  No visitors or employees will be permitted in the Exclusion and 
Contamination Reduction Zones without documented training and medical 
clearance. 
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D. The Contractor shall be responsible for, and ensure that personnel not successfully 

trained and/or who do not have the required medical clearance do not enter the 
Exclusion Zone or the Contamination Reduction Zone. 

 
E. The Contractor shall be responsible for providing hazard communication training in 

accordance with 29 CFR 1910.1200 for employee's working with chemicals 
brought to the Site.  This training shall be documented and kept on file at the Site 
by the ESS. 

 
 
3.5 DIFFERENT WORK ZONE CATEGORIES 
 
Work and Support Zones shall be established in order to contain contamination within the 
smallest areas possible.  The Contractor shall ensure that each employee has the proper 
personal protective equipment for the area or zone in which he/she is to perform Work.  The 
Contractor shall include the delineated Work/Support Zones as part of the HASP for approval. 
 

A. Exclusion Zone (contaminated Work Areas) shall be outlined (as necessary) on 
Drawings provided in the HASP by the Contractor.  The Exclusion Zone will require 
different levels of protective equipment.  The required protective equipment for use 
by personnel working or entering the exclusion areas is specified in Section 3.6 - 
Personnel Safety Equipment and Protective Clothing.  Emergency equipment 
(such as portable eyewashes, fire extinguishers) will be kept in the Exclusion Zone 
in a plastic bag to protect them from contamination. 

 
B. Contamination Reduction Zone shall be established as a buffer between the 

Exclusion Zone and the Support Zone.  The Contamination Reduction Zone shall 
be designated on the Drawings by the Contractor.  Other emergency equipment 
(i.e. - stretchers, emergency shower or eyewash, first aid kits) will be kept in the 
Support Zone.  The personal protective equipment required for use by personnel 
working in this area is specified in Section 3.6 - Personnel Safety Equipment and 
Protective Clothing. Decontamination equipment, supplies and stations shall be 
established in this area. 

 
C. Site control shall include a visitor's log, which should include, but is not limited to, 

the following: 
 

1. Personnel visiting; 
 
2. Affiliation; 
 
3. Date; 
 
4. Arrival Time; 
 
5. Departure Time; 
 
6. Purpose of Visit. 
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No unauthorized personnel shall be permitted to enter the Site.  The Contractor 
shall provide the Contracting Officer with a list of all Subcontractor and Contractor 
personnel who are authorized to enter the Site prior to the start of operations, 
updating the list as necessary. 

 
3.6 PERSONAL SAFETY EQUIPMENT AND PROTECTIVE CLOTHING 
 

A. The Contractor shall provide all on-site personnel with appropriate personal safety 
equipment and protective clothing.  The Contractor shall also provide personal 
safety equipment and protective clothing for five visitors.  The Contractor shall 
ensure that all safety equipment and protective clothing is properly used, kept 
clean, and well maintained. 

 
B. As part of the HASP, a personal protective equipment hazard assessment shall be 

performed in accordance with 29 CFR 1910.132(d)(2) and shall include, at a 
minimum: 

 
1. Potential chemical, physical and biological hazards present; 

 
2. Work operations to be performed; 

 
3. Potential routes of exposure; 

 
4. Concentrations of contaminants present; and 

 
5. Characteristics, capabilities and limitations of PPE, and any hazards that the 

PPE presents or magnifies such as heat stress. 
 

The hazard assessment shall be included in the HASP and will contain the 
identification of the work place evaluated, the person certifying that the evaluation 
has been performed, and the date(s) of the hazard assessment. 

 
C. Personal safety and protective clothing shall be compatible with and provide 

protection against the chemical, physical and biological hazards that may be 
encountered. 

 
1. Level D clothing protection shall consist of the following: 

 
a. Work clothes (i.e., long pants, long or short-sleeved shirts); 
 
b. Steel toe/shank boots that meet or exceed ANSI 24.1.1; 
 
c. Work gloves; 
 
d. Hearing protection (When necessary); 
 
e. Safety glasses or goggles; and 
 
f. Hardhat. 
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2. Level C clothing protection shall consist of the following: 

 
a. Work clothes; 
 
b. Polycoated Tyvek with hoods and booties attached; 

 
c. Surgical inner gloves; 

 
d. Chemical resistant outer gloves; 

 
e. Chemical resistant steel toe/shank boots that meet or exceed ANSI 24.1.1; 

 
f. Booties (optional); 

 
g. Safety glasses or goggles; 

 
h. Hard hat; and 

 
i. Face shield attached to hardhat for tasks where a potential splash hazard 

exists. 
 
3. Level B clothing protection shall consist of the following: 

 
a. Saran-coated Tyvek with hoods and booties attached; and 
 
b. Items a, b, c, d, e, and f of level C protection. 

 
4. Non-disposable clothing may be substituted for some items required for level B 

and C protection.  These substitutes shall be described in the Contractor's 
HASP. 

 
D. Programs for respiratory protection shall be described and documented in the 

HASP and shall be in conformance with 29 CFR 1910.134 and ANSI Z88.2.  The 
different levels of respiratory protection are outlined as follows: 

 
1. Level D - No respirator will be worn. 
 
2. Level C - Full face air purifying respirator with appropriate cartridges. 
 
3. Level B - Full-face positive-pressure SCBA, or full-face supplied air respirator 

equipped with 5-minute escape capability. 
 

E. The Contractor shall include in the Site Specific HASP a list of tasks and their 
related initial levels of protection.  Levels of protection may be upgraded, 
downgraded, or modified at any time during Site Activities based upon air 
monitoring results and the judgment of the ESS in consultation with the PESM. 

 
F. On-site personnel unable to pass a qualitative respirator fit test as specified in 29 

CFR 1910.134 and ANSI Z88.2 shall not be permitted to enter or work in the 
Exclusion Zone or Contamination Reduction Zone. 
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G. Each respirator shall be individually assigned and not interchanged among 

employees without cleaning and sanitizing.  Cartridges shall be changed in 
accordance with a respirator cartridge change-out schedule as required by 29 CFR 
1910.134. 

 
H. All prescription eyeglasses brought on-site to be worn in the Exclusion or 

Contamination Reduction Zones shall be safety glasses.  Prescription lenses for 
on-site employees requiring vision correction in respirators shall be provided in 
spectacle kits designed by the Manufacturer of the respirator; contact lenses are 
also permitted for use in full-face respirators. 

 
I. All personnel protective equipment worn on Site shall be decontaminated or 

properly disposed of at the end of each workday or when leaving the Exclusion 
Zone.  The safety and health specialist shall ensure that all personal protective 
equipment is decontaminated before being reissued. 

 
3.7 PERSONNEL AND EQUIPMENT DECONTAMINATION 
 

A. The Contractor shall establish procedures for small equipment (i.e. - respirators, 
instruments) decontamination and personnel decontamination which shall be 
included in the HASP.  Boots, gloves, and respirators shall be decontaminated by 
means of decontamination procedures performed prior to entering Support Zones.  
All required breathing devices shall be provided and maintained by the Contractor.  
Eating, chewing gum or tobacco, smoking, drinking and application of cosmetics 
shall be prohibited except in facilities provided in the Support Zone. 

 
B. The Contractor shall provide a Personnel Decontamination Area, where all 

contaminated personal protective equipment shall be decontaminated, removed 
and appropriately disposed of or stored for further use. 

 
1. Layout and Features 

 
The Contractor shall submit a Drawing for the Contracting Officer to review and 
accept, showing the proposed layout of the facilities to be established.  The 
feature of the Personnel Decontamination Area shall include, but not be limited 
to, the following: 

 
a. Provisions for employees working in the Exclusion Zone to remove 

protective outer clothing and to wash hands, face, and other exposed skin 
prior to eating. 

 
b. Provisions for Contamination Reduction Zone employees to remove 

protective outer clothing and wash-up before eating. 
 

2. The Personnel Decontamination Area is the initial area where surface 
contamination and outer protective clothing are removed.  This area shall 
include provisions for washing contamination and mud from boots and 
protective clothing and containers for collecting of outer protective clothing.  
This area shall include provisions for washing contamination and mud from 
boots, gloves, protective clothing and respirators.  Boots and gloves shall be 
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washed with a mixture of water and Alconox or equivalent.  Respirators shall 
be washed with a non-alcohol sanitizer solution, such as MSA brand or 
equivalent.  Containers for collection of contaminated tyveks, gloves, etc. shall 
be provided.  Provisions for drumming the boot and glove washes and rinses 
shall be made. 

 
3. Used disposable outerwear shall not be re-used and shall be placed inside 

designated disposal containers provided by the Contractor for that purpose in 
the Contamination Reduction Zone and disposed by the Contractor. 

 
C. Equipment Decontamination 

 
1. The Contractor shall provide an equipment decontamination station within the 

Contamination Reduction Zone for removing soil from all vehicles and 
equipment leaving the Work Area.  As a minimum, this station shall include a 
high-pressure water wash area for equipment and vehicles and a steam- 
cleaning system for use after the mud and/or dirt has been cleaned from the 
equipment.  The Contractor shall also provide storage tank(s) to collect the 
wastewater resulting from the decontamination of the equipment. 

 
2. In general, any item taken into an Exclusion Zone must be assumed to be 

contaminated and must be carefully inspected and/or decontaminated before 
the item leaves the Site.  Vehicles, equipment, and materials brought into the 
Exclusion Zone shall remain in the Exclusion Zone until no longer necessary to 
the Project.  All contaminated vehicles, equipment, and materials shall be 
cleaned and decontaminated to the satisfaction of the ESS prior to leaving the 
Site.  All construction material shall be handled and brought onto the Site in 
such a way as to minimize the potential for contaminants being carried off-site.  
Separate, clearly marked parking and delivery areas shall be established in the 
Support Zone. 

 
3.8 SANITATION 
 

A. The Contractor shall develop a program that addresses sanitation at the Project 
Site, which shall include, at a minimum, the following: potable water, toilet facilities, 
lunch room and washing facilities. 

 
B. An adequate supply of potable water shall be provided at the Site. 
 
C. Toilet facilities shall be provided in accordance with the requirements of 29 CFR 

1910.120 (n)(3). 
 
D. Washing facilities shall be provided for employees to remove hazardous 

substances which may be harmful. 
 

All personnel exiting the Exclusion or Contamination Reduction Zones shall 
thoroughly cleanse their hands, faces, and other exposed area before 
eating, drinking or smoking. 

 
1. The Contractor shall ensure that all on-site personnel entering the Exclusion 

Zone or the Contamination Reduction Zone, who are subject to exposure to 
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hazardous chemical vapors, liquids or contaminated solids, shall observe and 
adhere to the personal hygiene-related provisions in this Section.  The HASP 
shall address the procedures to be utilized for compliance with these 
provisions. 

 
2. On-site employees found to be disregarding the personal hygiene-related 

provisions of the HASP shall be barred from the Site. 
 
3.9 EMERGENCY EQUIPMENT AND FIRST AID REQUIREMENTS 
 

A. Each active Work Area shall be provided with, at a minimum, a portable 
emergency eye bottle and 2A-10 B: C type dry chemical fire extinguisher.  The 
Contamination Reduction Zone shall be equipped with a 15-minute emergency 
eyewash that meets or exceeds ANSI Standard 2358.1.  Water shall be potable 
and tempered. 

 
B. At least one "industrial" first aid kit shall be provided and maintained, fully stocked 

at an easily accessible, uncontaminated, manned location.  Should active Work 
Areas be isolated or separated as to make one first aid location impractical, then 
another first aid station shall be established as required in close proximity to the 
Work, but not inside a hazardous Work Area. 

 
C. The first aid kit location shall be specially marked and provided with adequate 

water and other supplies necessary to cleanse and decontaminate burns, wounds, 
or lesions. 

 
D. The Contractor shall have at least two persons certified in First Aid and CPR on the 

Site at all times.  This person may perform other duties, but must be immediately 
available to tender first aid or CPR when needed.  Certification shall be by the 
American Red Cross or other approved agency. 

 
E. Dry chemical fire extinguishers, as specified in Section 3.9, Paragraph A shall be 

provided at any Site Location where flammable or combustible material may 
present a fire risk. 

 
3.10 EMERGENCY RESPONSE AND CONTINGENCY PLANNING 
 

A. In addition to the regulation to be posted as specified in general requirements, the 
Contractor shall develop and submit with the HASP an Emergency Response and 
Contingency Plan.  The Emergency Response and Contingency Plan shall meet 
the requirements of 29 CFR 1910.120 (l).  After approval, this plan shall be posted 
at all Support Zone offices and at all entrances to the Exclusion and Contamination 
Reduction Zones.  This plan shall include, but not be limited to: 

 
1. Name, address and telephone number of the occupational physician; 
 
2. Procedure for prompt notification of local health facilities and fire for emergency 

assistance; 
 
3. Specific procedure for handling personnel with any skin or respiratory exposure 

to chemical or contaminated soil; 
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4. Special procedures for fires, explosions, evacuation of on-site personnel, or 

other unplanned hazardous incidents; 
 
5. Procedures for treatment of personnel with occupational injuries or illnesses; 
 
6. Procedure for notifying the Contracting Officer in case of accident or 

emergency; and 
 
7. Emergency phone numbers for the local police, rescue service, hospitals, local 

fire company, National Response Center, Poison Control Center, and EPA 
Emergency Response.  The Contractor shall provide all phone numbers for the 
above and any additional numbers which he/she deems necessary for 
emergency contacts. 

 
B. The Contractor shall arrange for emergency medical care services at a nearby 

medical facility and establish emergency routes prior to any Work on Site.  The 
staff at the facility shall be advised of potential medical emergencies including the 
possibility of contamination of skin and clothing by specific chemicals from the 
NWS Earle Site. The Contractors shall establish procedures and facilities for 
emergency communication with health and emergency services. 

 
C. Site support vehicles designated for use in transportation of injured or ill personnel 

shall be provided with a route map to the medical facility(s).  All on-site employees 
shall be thoroughly familiar with the emergency routes to the medical facility(s). 

 
D. In the event of any emergency associated with construction activities, the 

Contractor shall, without any delay, take diligent action to safeguard the 
employees, remove or otherwise mitigate the cause of the emergency, alert the 
Contracting Officer, and institute whatever measures might be necessary to 
prevent any repetition of the conditions or actions leading to, or resulting in, the 
emergency. 

 
3.11 POSTED REGULATIONS 
 

A. The Contractor shall develop a series of posted regulations which shall be 
reviewed and accepted by the Contracting Officer.  These regulations shall 
address the on-site protocol regarding use of personal protective equipment, 
personal hygiene, and provision for smoking and eating. 

 
B. These protocols shall be posted on all on-site trailers and shall be reviewed with 

the Contractor's personnel. 
 
3.12 COMMUNICATIONS 
 

A. The Contractor shall provide hard-line telephone communication at its Site field 
office. 

 
B. Emergency numbers, as listed in item 3.10 A8 above, shall be prominently posted 

near all on-site telephones. 
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C. The Contractor shall provide two-way radio site communication between the 
Control Center, each of the Site activity areas and the Contracting Officer. 

 
D. The Contractor shall provide air horns for use during emergencies should two-way 

radios malfunction. 
 
E. The use of hand signals shall be used during emergencies when necessary. 

 
3.13 MATERIAL SAFETY DATA SHEETS (MSDS) 
 

A. The Contractor shall provide all employees with information on the potential 
hazards of materials brought onto the Site in accordance with 29 CFR 1910.120(e) 
and (i). 

 
B. A list of hazardous chemicals shall be developed for the Site. 
 
C. An MSDS shall accompany all new shipments of hazardous chemicals. 
 
D. Each container of hazardous chemicals shall be labeled, marked, or tagged with 

the following information: 
 

1. Identity of hazardous chemical; and 
 
2. Appropriate hazard warnings and labeling. 

 
E. Label warning systems shall comply with the National Fire Protection (NFPA) 

Standards and labels on containers shall reflect: 
 

1. Emergency health hazard; 
 
2. Fire hazard; and 
 
3. Instability or reactivity hazard. 

 
F. Workers shall be trained on the NFPA labeling system. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 
Not used. 
 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
Not used. 
 
4.3 MEDICAL SUPERVISION 
 

A. Details of the medical supervision program shall be included in the HASP and shall 
include at a minimum, a Medical Consultant.  The Contractor shall utilize the 
services of a Medical Consultant (see Section 3.1 – Health and Safety Personnel) 
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to oversee and/or provide the medical examinations and supervision specified 
herein. 

 
B. The medical supervision protocol to be implemented is the occupational 

physician's responsibility, but shall meet the requirements of OSHA Standard 29 
CFR 1910.120 and ANSI Z88.2 (1980).  The medical supervision protocol shall, as 
a minimum, cover the following: 

 
1. Medical and Occupational History; 
 
2. General physical examination (including evaluation of major organ system); 
 
3. Electrocardiogram (frequency to be determined by the Medical Consultant); 
 
4. Biological Blood profile (SMAC-21 or equivalent); 
 
5. CBC; 
 
6. Chest X-ray (performed no more frequently than every four years, except when 

otherwise indicated); 
 
7. Pulmonary Function Testing (FVC and FEV1.0); 
 
8. Urinalysis with microscopic examination; 
 
9. Ability to wear respirator; 
 
10. Visual Acuity; and 
 
11. Audiometric testing. 

 
Additional clinical tests may be included at the discretion of the Medical Consultant. 

 
C. In addition, non-scheduled medical examination may be conducted under the 

following circumstances after consulting with the Medical Consultant: 
 

1. After acute exposure to any toxic or hazardous materials; 
 
2. At the discretion of the Contracting Officer, the PESM or occupational 

physician; and 
 
3. Upon receipt of a request for a medical examination from an employee with 

demonstrated symptoms of exposure to hazardous substances. 
 

D. The ability of on-site employees to wear respiratory protection shall be certified by 
the occupational physician based on criteria specified in ANSI Z88.2, Appendix 
A.4, and OSHA 1910.134. 

 
E. The Contractor shall include protocols and requirements for heat and cold stress 

monitoring and protective measures in the HASP.  These shall include, as a 
minimum, work/rest schedules (based on ambient conditions and the level of 
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protection being utilized), and physiological monitoring requirements.  Procedures 
to monitor and avoid heat/cold stress shall be followed in accordance with expert 
advice for heat stress and the guidance of the American Conference of 
Governmental Industrial Hygienists (ACGIH), in its TLV booklet, 2001.  Such 
monitoring shall be performed by the PESM or his/her designee. 

 
F. The Contractor shall maintain accurate records of medical supervision in 

accordance with 29 CFR 1910.1020. 
 

Any employee who incurs lost-time due to occupational injury or illness during the 
period of the Contract must be evaluated by the occupational physician.  The 
employee's supervisor shall be provided with a written statement indicating the 
employee's fitness (ability to return to work), signed by the occupational physician, 
prior to allowing the employee to re-enter the Work Site.  An accident report shall 
be completed and copies of such reports shall be submitted to the Contracting 
Officer in accordance with Section 01300, “Submittals.” 

 
4.4 ENVIRONMENTAL AND PERSONNEL SUPERVISION 
 

A. The Contractor shall design, develop and implement an air monitoring program as 
specified in Section 4.5 - Air Monitoring, of this Specification as part of the 
environmental monitoring to assure that Site Personnel will not be exposed to 
harmful levels of airborne vapors, particulates, or to explosive atmospheres.  

 
B. Heat Stress Monitoring 

 
The climate combined with the requirements for personal protective equipment 
may create heat stress.  For monitoring the body's recuperative abilities to excess 
heat, one or more of the following techniques shall be used.  Monitoring of 
personnel wearing impervious clothing should commence when the ambient 
temperature is 70°F or above.  Monitoring frequency should increase as the 
ambient temperature exceeds 85°F.  Workers shall be monitored for heat stress 
after every work period.  Monitoring shall be performed by a person with a current 
first aid certificate who is trained to recognize the symptoms of heat stress. 
 
The heat stress monitoring shall include, but not be limited to, the following: 

 
1. Heart Rate (HR); 

 
2. Body temperature; and 
 
3. Visual observation of skin, eyes, etc. 
 
The PESM/ESS shall specify the work cycle period and the rest period based on 
this heat stress monitoring in accordance with 2001 ACGIH TLV's.  The action 
levels at which the corrective action shall be taken shall be addressed in the 
Contractor's HASP. 
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C. Cold Stress Monitoring 

 
To guard against cold injury, the Contractor shall provide appropriate clothing, 
warm shelter for the rest periods and shall monitor worker's condition using one or 
more of the following techniques: Workers who are exposed to temperature below 
-10°F with wind speed of less than five miles per hour shall be medically certified 
as suitable for such exposure.  All workers certified for exposure shall adhere to 
the work warm-up schedule as specified in the 2001 ACGIH TLV's. 

 
4.5 AIR MONITORING 
 
Air monitoring shall be performed to detect and quantify volatile organic compounds in the Work 
Area and will determine the level of respiratory protection required.  This Section details air 
monitoring and sampling protocols for cases where contaminated soil will be encountered.  Air 
monitoring and sampling will be performed on an as-needed basis. 
 

A. General Requirements 
 

1. The Contractor shall comply with the air monitoring requirements as outlined in 
this Section. 

 
2. The Contractor's PESM and/or ESS shall design, develop and implement an 

Air Monitoring Program to detect and quantify any volatilization of soil 
contaminants associated with Remedial Work in the surrounding air.  The 
program shall be submitted as part of the HASP for review and acceptance by 
the Contracting Officer. 

 
3. Information gathered during the air monitoring program shall be used to 

determine appropriate safety and personnel protective measures to be 
implemented during the Site Activities, to document on-site employee's 
exposures, and to assess off-site migration of contaminants released during 
remedial activities so that appropriate control measures and/or contingency 
plans can be implemented. 

 
4. Information gathered during the air monitoring program shall be cataloged and 

included in the project records and safety and health log. 
 

B. General Responsibilities 
 

1. The Contractor's PESM and/or ESS shall be responsible for establishing air 
monitoring strategies and protocols using real time instrumentation and 
appropriate industrial hygiene sampling and analytical procedures in order to 
characterize and qualify the airborne release and transport of contaminants 
during Remediation Work.  These strategies and protocols shall address 
appropriate air monitoring for volatile organic compounds and particulate 
matter in the active Work Zones of the Site and the active Site perimeter. 

 
2. The Contractor shall be responsible for establishing and documenting baseline 

(background) air quality conditions prior to commencement of Work and for 
conducting continuous air monitoring during on-site Work. 
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3. All air monitoring equipment required shall be provided by the Contractor and 

shall be maintained and calibrated according to the Manufacturers' 
recommendations.  Such maintenance and calibration data shall be recorded 
and included in the project record documents. 

 
4. All air monitoring equipment shall be operated by personnel trained in their 

specific use (i.e.- ESS or the Health and Safety Technician). 
 
5. The Contractor shall be responsible for establishing and documenting the 

minimum action levels to be followed during the implementation of the HASP.  
These action levels will determine the minimum level of protection/action to be 
taken; such as level D, C, or B, adequacy of air monitoring, stop work, or 
emergency/contingency action.  The decision logic for selection of the action 
levels shall be included in the HASP. 

 
6. The Contractor shall provide the support necessary for the sampling and 

analysis of all samples collected during the program, for the interpretation of 
the analytical results and for the recording, presentation and documentation of 
all results. 

 
C. Real-Time Air Monitoring 

 
1. The Contractor shall furnish and maintain real-time air monitoring equipment to 

include: an explosimeter, an organic vapor monitor (photoionization detector or 
flame ionization detector), an airborne dust monitor (GCA mini-RAM or 
equivalent) and all necessary calibration/audit equipment and supplies as 
deemed necessary by the Contractor's HASP. 

 
2. The Contractor shall perform real-time air monitoring prior to commencement of 

Work in order to establish baseline conditions.  Monitoring shall be provided 
during active site operations both on-site and near each active Work Zone.  
This real-time air quality monitoring is required during excavation, staging or 
loading of potentially contaminated soils and/or handling of contaminated 
liquids.  Real-time air monitoring shall also be performed adjacent to each 
Work Zone.  This monitoring shall be performed in the area of highest 
employee exposure risk in the Exclusion Zone. 

 
3. The Contractor shall provide real-time air monitoring for volatile organic 

compounds with a photoionization detector (PID - HNu or equivalent) or a 
flame ionization detector (FID - Century Organic Vapor Analyzer or equivalent) 
and an explosimeter as specified in the HASP. 

 
4. The frequency of real-time monitoring for all on-site activities shall be, at a 

minimum: 
 

a) Monitoring for organic vapors and dust adjacent to all Exclusion Zone Work 
at intervals specified in the HASP. 

 
b) Monitoring for organic vapors, dust, and combustible gas adjacent to all 

excavation activities at intervals specified in the HASP. 
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c) Periodic monitoring in the CRZ and Support Zone. 

 
5. Action levels for upgrading of PPE will apply to all Site Work.  Action levels are 

for contaminants using direct reading instruments in the breathing zone (BZ) for 
organic vapor and dusts, and at the source for combustible gas.   

 
6. If the real-time air monitoring shows or the ESS feels that an imminent health 

hazard exists then that Work Location shall be shut down and personnel 
evacuated to a predetermined upwind location.  The PESM shall be notified 
immediately and Work will not resume until: 
 
a) Appropriate corrective measures are implemented; or 
 
b) Authorization to continue Work is given by the PESM. 

 
7. Should organic vapor levels at the Support Zone exceed the baseline ambient 

levels or the Action Levels, appropriate action shall be taken as directed by the 
ESS.  During such time that the organic vapor levels exceed the 
aforementioned limits in the Support Zone, personnel shall be notified and all 
personnel within this area shall don respiratory protective equipment as 
described by the HASP.  

  
8. The following information shall be recorded in the designated health and safety 

log book by the PESM/ESS: 
 

a. Date and time of monitoring; 
 
b. Air monitoring location; 

 
c. Instrument, model #, serial #; 
 
d. Calibration/background levels; 
 
e. Results of monitoring; 
 
f. ESS Signature; and 
 
g. Interpretation of the data and any further recommendations by the ESS in 

consultation with the PESM. 
 

D. Dust and Volatile Organic Emission Control 
 

1. The Contractor shall conduct operations and maintain the Project Site so as to 
minimize the creation and dispersion of dust and the volatilization of organics.  
Visible dust is not necessarily the criterion if hazardous wastes are involved. 

 
2. The Contractor shall provide foam or water spraying equipment and clean 

potable water, free from salt, oil, and other deleterious materials for dust and 
volatile organic emission control. 
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3. The Contractor shall implement dust control procedures as required to 
minimize off-site transport of particulates. 

 
a. Equipment 
 
 The Contractor shall supply appropriate water spraying equipment capable 

of accessing all Work Areas for dust control during Project Activities. 
 
 
b. Execution 
 
 The Contractor shall apply water to the Site when dust control is necessary.  

For this Project, the dust levels shall be kept to below visible levels while 
working in the Exclusion Zone and below levels established at the 
perimeter of the Site.  Dust shall be controlled by arranging spray bar 
height, nozzle spacing, and spray pattern to provide complete coverage of 
ground or excavation area.  Water shall be applied without interfering with 
excavation equipment or site operations and without creating nuisance 
conditions such as ponding. 

 
4.6 RECORD KEEPING AND REPORTING OF FIELD SUPERVISION 
 

A. The Contractor shall maintain logs and reports covering the implementation of the 
HASP.  The format shall be developed by the Contractor and shall include Training 
Log and Record Books, Daily Safety Log Book, and Weekly Safety Reports.  
These logs and reports shall be submitted to the Contracting Officer as specified. 

 
B. Training logs, which have been included as Figure 01155-1, shall be completed by 

the ESS prior to allowing personnel on Site.  Figure 01155-1 has been provided as 
examples of these logs and Contractor shall generate his/her own log.  These logs 
shall include: 

 
1. Employee's name, Social Security number, and attendance record; 
 
2. Time allocation in the training session; 
 
3. Topics covered; 
 
4. Materials used; 
 
5. Equipment demonstrated; 
 
6. Equipment practice for each employee; 
 
7. Prohibitions covered; 
 
8. Explanation of the buddy system; 
 
9. Signature of trainer; and 
 
10. Other pertinent information. 
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C. Daily Safety Log Book, shall be completed daily by the ESS. These log books shall 

include: 
 

1. Date; 
 
2. Work Area(s) checked; 
 
3. Employees present in Work Area(s); 
 
4. Equipment being utilized by employees; 
 
5. Protective clothing being worn by employees; 
 
6. Protective devices being used by employees; and 
 
7. Accidents or breaches of procedure. 
 

D. Air Monitoring Results shall be completed by the ESS and included in the safety 
log book.  These results shall include: 

 
1. Equipment utilized for air monitoring; 
 
2. Real-Time air monitoring results from each Work Location; 
 
3. Time-Weighted-Average of personnel sampling, date of actual sampling, and 

personnel sampled; and 
 
4. Calibration methods of equipment and results. 
 

E. Weekly Safety Reports shall be completed by the ESS and submitted weekly to the 
PESM.  Figure 01155-2 has been provided as examples of these logs and the 
Contractor shall generate his/her own log.  These reports shall include: 

 
1. Non-use or misuse of protective devices in an area where required; 
 
2. Non-use or misuse of protective clothing; 
 
3. Disregard of the buddy system; 
 
4. Violation of eating, smoking, drinking, or chewing prohibition; 
 
5. Job-related injuries and illness including Accident/Incident Reports; and 
 
6. Summary of air monitoring done that week including results of perimeter 

monitoring sample analysis completed that week. 
 

F. Close-Out Safety Report 
 

At the completion of the Work, the Contractor shall submit a close-out safety 
report.  The report shall summarize the weekly safety reports and provide an 
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overview of the Contractor’s performance with regard to the HASP requirements.  
The report shall be signed and dated by the PESM and submitted to the 
Contracting Officer.  The report shall include: 
 
1. Equipment decontamination certificate and 

 
2. Procedures and techniques used to decontaminate equipment, vehicles, toiler 

and decontamination facilities. 
 

Final acceptance of the Work will not be given before the close-out safety report 
has been received and approved by the Contracting Officer. 
 

4.7 INSPECTION / AUDIT PROGRAM 
 
An Inspection/Audit Program is to be established by the Contractor, to identify substandard 
conditions and employee work practices that could potentially cause or lead to personal injuries 
or illnesses, and/or equipment damage; and to recognize and reinforce good housekeeping, 
good work practices, and compliance with regulatory standards. 
 

A. This Section sets forth the minimum responsibilities for the Contractor's inspection 
program. 

 
1. The PESM shall be responsible for: 

 
a. Ensuring that inspections are conducted at the frequency stated; 
 
b. Reviewing the weekly and monthly site inspections for completeness, 

thoroughness, and trends; 
 
c. Performing quarterly project inspections; and 
 
d. Training Site Personnel on proper inspection techniques. 

 
2. The ESS shall be responsible for: 

 
a. Ensuring that weekly and monthly inspections are conducted; 
 
b. Assisting management with the weekly and monthly inspections; 
 
c. Reviewing the inspections findings and corrective actions for applicability 

and thoroughness; 
 
d. Providing the PESM and the Contractor’s Project Manager with a summary 

of inspection findings each month; and 
 
e. Performing informal daily inspections of the Work Site. 
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B. The Contractor shall, at a minimum, perform various types of inspections described 

below. 
 

1. Once each week, the Site Supervisors shall conduct an inspection of the 
his/her area(s) of responsibility.   The purpose of this inspection will be to 
observe and document site conditions and employee work practices. 

 
These weekly inspections shall be documented and kept on file at the Site.  
The inspection report will identify the date, time, site conditions/operations, 
personnel conducting the inspection, findings, and recommended corrective 
actions.  Figure 01155-3 is a sample project inspection form for the weekly 
inspections.  The Contractor shall generate his/her own log. 
 

2. Once each month, the Contractor’s Project Manager shall conduct an 
inspection of the Site accompanied by the ESS.  The forms and documentation 
will be the same as for the weekly inspections.  Copies of the inspection report 
will be sent to the PESM. 

 
3. The PESM shall conduct an inspection at the Site for each three months of 

active field operations at the Project Site.  Figure 01155-4 has been provided 
as an example of the PESM project inspection format.  The Contractor shall 
generate his/her own report.  Copies of the inspection report will be sent to the 
Contractor's Project Manager, the Project Superintendent, and the ESS. 

 
 

 

* * * END OF SECTION  * * * 
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FIGURE 01155-1 
 

TRAINING LOG
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FIGURE 01155 - 1 
 

TRAINING LOG 
 
Date:     
 
Employees in Attendance (If needed use additional sheets): 
 
 

Name  S.S. #  Name  S.S. # 
       
       
       
       
       
       
       

 
Description of Training Activity/Topics Covered:       
             
             
             
             
 
Equipment Demonstrated:         
             
             
 
Special Training and Other Comments:        
             
             
             
             
             
             
 
 
 
 
 
             
Name of Person Conducting Training     Title 
 
           
      Signature 
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FIGURE 01155 - 2 
WEEKLY HEALTH AND SAFETY REPORT 
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NWS EARLE SITES 3 AND 10 
WEEKLY HEALTH AND SAFETY REPORT 

Project Name: 
_________________________________________________________________       
Location:         
_________________________________________________________________ 
SITE INFORMATION 
 
Week Ending     ________________________ 
 
Hours  
Worked:  Craft: ______ PS: _____ Subs: ___ 
Check Level of Protection 
For the week:  A ___   B ___    C ___    D ___ 

INJURIES AND ILLNESSES 
 
Yes______                  No______ 
 
Describe: 
_____________________________________
_____________________________________
_____________________________________

MAJOR ACTIVITIES CONDUCTED THIS WEEK: 
(drum handling, sampling, excavation, abatement/T&D, etc.) 
____________________________________________________________________________
____________________________________________________________________________
____________________________________________________________________________

SIGNIFICANT EVENTS THIS WEEK: 
(regulatory visits, equipment malfunctions, process start-up or shutdown): 
____________________________________________________________________________
____________________________________________________________________________
____________________________________________________________________________

FUTURE ISSUES: 
(schedule, manpower allocation, monitoring equipment, other resources needed) 
____________________________________________________________________________
____________________________________________________________________________
____________________________________________________________________________
____________________________________________________________________________
____________________________________________________________________________ 
 
ACTIVITIES: 
 
Hot Work   Yes  _____ No  _____ Dates:  _______________________
Lockout/Tagout   Yes  _____ No  _____ Dates:  _______________________
Confined Space Entry  Yes  _____ No  _____ Dates:  _______________________
Soils Analysis Classification  Yes  _____ No  _____ Dates:  _______________________
Excavation Daily Check List Yes  _____ No  _____ Dates:  _______________________
Crane On-Site   Yes  _____ No  _____ Dates:  _______________________
Critical Lift Plan Performed  Yes  _____ No  _____ Dates:  _______________________
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NWS EARLE SITES 3 AND 10 
WEEKLY HEALTH AND SAFETY REPORT 

 

REAL TIME AIR MONITORING 

Major 
Activity Location(s) 

Worker 
Occupation 
Monitored 

FID/PID 
Range and 
Readings 

CGI/02 
Range and 
Readings 

PDM 
Range and 
Readings 

Other 

PERSONAL AIR MONITORING 
 

Activity Monitored 
 

Location 
 

Occupation 
Type of  
Sample 

 
Analyte 

 
Result 

      

SUBCONTRACTORS ON SITE 
 

Company Name 
 

Task or Function 
Return to Site Next 

Week 
Performed 

Subcontractor 
    

 
____________________________________                           _____________________ 
Environmental Safety Supervisor - Signature                             Date 
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FIGURE 01155-3 
 

INCIDENT REPORT AND INVESTIGATION 
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 01155-31

CORPORATE ESQ REPORT # ________________ 
 

FOSTER WHEELER ENVIRONMENTAL CORPORATION 
FOSTER WHEELER ENVIRONMENTAL CORPORATION 
INCIDENT/NEAR MISS REPORT AND INVESTIGATION 

 
TYPE OF INCIDENT - CHECK ALL THAT APPLY 

 
 INJURY/ILLNESS  VEHICLE DAMAGE  PROPERTY DAMAGE  FIRE 
 SPILL/RELEASE  PERMIT EXCEEDENCE  HIGH LOSS POTENTIAL  OTHER 

      (NEAR MISS) 
GENERAL INFORMATION 
PROJECT/OFFICE: REPORT #: DATE OF REPORT: 
DATE OF INCIDENT: MILITARY TIME:  ____ DAY OF WEEK:  ____ 
FW SUPERVISOR ON DUTY: AT SCENE OF INCIDENT:     YES  NO 
LOCATION OF INCIDENT: 
WEATHER CONDITIONS: ADEQUATE LIGHTING AT SCENE:   YES  NO  N/A 

DESCRIBE WHAT HAPPENED (STEP BY STEP - use additional pages if necessary) 
 
 
 
 
 
 
 
 
 
 

AFFECTED EMPLOYEE INFORMATION 
(Include injured person, driver/operator, or employee whose activities resulted in the incident.  Use another page to provide 

information for additional employees) 
NAME: FWENC EMPLOYEE:   YES  NO 
HOME ADDRESS: 
SOCIAL SECURITY #: HOME PHONE #: 
JOB CLASSIFICATION: YEARS IN JOB CLASSIFICATION:   
HOURS WORKED ON SHIFT PRIOR TO INCIDENT: YEARS WITH FWENC: AGE:  
DID INCIDENT RELATE TO ROUTINE TASK FOR JOB CLASSIFICATION:  YES  NO 

INJURY/ILLNESS INFORMATION 

NATURE OF INJURY OR ILLNESS: 

 

OBJECT/EQUIPMENT/SUBSTANCE CAUSING HARM: 

FIRST AID PROVIDED:   YES  NO 

IF YES, WHERE WAS IT GIVEN:  ON SITE  OFF SITE 

IF YES, WHO PROVIDED FIRST AID: 

WILL THE INJURY/ILLNESS RESULT IN:  RESTRICTED DUTY  LOST TIME  UNKNOWN 
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MEDICAL TREATMENT INFORMATION 

WAS MEDICAL TREATMENT PROVIDED?:   YES  NO 

IF YES, WAS MEDICAL TREATMENT PROVIDED:   ON SITE  DR.’S OFFICE  HOSPITAL 

NAME OF PERSON(S) PROVIDING TREATMENT: 

ADDRESS WHERE TREATMENT WAS PROVIDED: 

TYPE OF TREATMENT: 

VEHICLE AND PROPERTY DAMAGE INFORMATION 
VEHICLE/PROPERTY DAMAGED: 

DESCRIPTION OF DAMAGE: 

SPILL AND AIR EMISSIONS INFORMATION 
SUBSTANCE SPILLED OR RELEASED: FROM WHERE:                           TO WHERE: 

ESTIMATED QUANTITY/DURATION:  

CERCLA HAZARDOUS SUBSTANCE?  YES     NO          RQ EXCEEDED? YES     NO    SPECIFY: _________    

REPORTABLE TO AGENCY? YES     NO        SPECIFY: _________________(place report of telecon in project file) 

WRITTEN REPORT? YES   NO      TIME FRAME: ________________          (place report in project file) 

RESPONSE ACTION TAKEN 

PERMIT EXCEEDENCE 

TYPE OF PERMIT:                                                                PERMIT #: 

DATE OF EXCEEDENCE:                                                     DATE FIRST KNOWLEDGE OF EXCEEDENCE: 

PERMITTED LEVEL OR CRITERIA (e.g., Water quality):                

EXCEEDENCE LEVEL OR CRITERIA: EXCEEDENCE DURATION: 

REPORTABLE TO AGENCY? YES     NO        SPECIFY: _________________________(place telecon in project file) 

WRITTEN REPORT?                YES     NO       TIME FRAME: ______________________(place report in project file) 

RESPONSE ACTION TAKEN: 

NOTIFICATIONS 

NAME(S) OF FWENC PERSONNEL NOTIFIED:                                                                     DATE/TIME: 

CLIENT NOTIFIED:                                              DATE/TIME:                           BY WHOM: 

AGENCY NOTIFIED:                                            DATE/TIME:                           BY WHOM:                        N/A  

CONTACT NAME: 

PERSONS PREPARING REPORT 
EMPLOYEE’S NAME: (PRINT) SIGN: 

EMPLOYEE’S NAME (PRINT) SIGN: 

SUPERVISOR’S NAME: (PRINT) SIGN: 

 NOTE:  Supervisor to forward a copy of Incident Report to immediate supervisor, PESM, ESS or ESC, and other 
personnel as identified in Table 1 of this procedure ASAP, but no later then 24 hours. 



-0032 
 

    

    

    

    

    

    

    

    

 

Write in street names and, if possible, the 
points of the compass. 
 
If a sketch appears on a police report or 
insurance form, this need not be 
completed.  Attach the other report. 
Contract No. N62472-99-D

 
INCIDENT SKETCH 

CORPORATE ESQ REPORT # ________________
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VEHICLE INCIDENTS 
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INVESTIGATIVE REPORT 
 

DATE OF INCIDENT:_________          DATE OF INVESTIGATION REPORT:_________ 
 

INCIDENT COST: ESTIMATED:  $____________                                                             ACTUAL:  $____________ 

OSHA RECORDABLE(S):  YES  NO # RESTRICTED DAYS______    # DAYS AWAY FROM WORK_______ 

CAUSE ANALYSIS 

Was the activity addressed in an AHA?    YES (Attach a copy)     NO 

IMMEDIATE CAUSES – WHAT ACTIONS AND CONDITIONS CONTRIBUTED TO THIS EVENT?  (USE NEXT PAGE) 

 

 

BASIC CAUSES - WHAT SPECIFIC PERSONAL OR JOB FACTORS CONTRIBUTED TO THIS EVENT? (USE NEXT PAGE) 

 

 

ACTION PLAN 

REMEDIAL ACTIONS - WHAT HAS AND OR SHOULD BE DONE TO CONTROL EACH OF THE CAUSES LISTED?  INCLUDE MANAGEMENT 
PROGRAMS (SEE ATTACHED LIST) FOR CONTROL OF INCIDENTS IF APPLICABLE. 

 
ACTION 

PERSON 
RESPONSIBLE 

TARGET 
DATE 

COMPLETION 
DATE 

    

    

    

    

PERSONS PERFORMING INVESTIGATION 

INVESTIGATOR’S NAME: (PRINT) SIGN: DATE: 

INVESTIGATOR’S NAME: (PRINT) SIGN: DATE: 

INVESTIGATOR’S NAME: (PRINT) SIGN: DATE: 

MANAGEMENT REVIEW 

PROJECT/OFFICE MANAGER (PRINT) SIGN: 

COMMENTS: 

PESM or ESC (PRINT) SIGN: 

COMMENTS: 

 

NOTE:  Attach additional information as necessary.  Supervisor to forward copy of Investigative Report  to the PM or OM, PESM 
or ESC  ASAP, but no later then 72 hours after the incident.   A copy shall be sent to the Director, Health and Safety 
Programs within 24 hours of completion of the report. 

CORPORATE ESQ REPORT # ________________ 



Contract No. N62472-99-D-0032 

EXAMPLES OF IMMEDIATE CAUSES 

SUBSTANDARD ACTIONS 

1. OPERATING EQUIPMENT WITHOUT AUTHORITY 
2. FAILURE TO WARN 
3. FAILURE TO SECURE 
4. OPERATING AT IMPROPER SPEED 
5. MAKING SAFETY DEVICES INOPERABLE 
6. REMOVING SAFETY DEVICES 
7. USING DEFECTIVE EQUIPMENT 
8. FAILURE TO USE PPE PROPERLY 
9. IMPROPER LOADING 
10. IMPROPER PLACEMENT 
11. IMPROPER LIFTING 
12. IMPROPER POSITION FOR TASK 
13. SERVICING EQUIPMENT IN OPERATION 
14. UNDER INFLUENCE OF ALCOHOL/DRUGS 
15. HORSEPLAY 
 

SUBSTANDARD CONDITIONS 

1. GUARDS OR BARRIERS 
2. PROTECTIVE EQUIPMENT 
3. TOOLS, EQUIPMENT, OR MATERIALS 
4. CONGESTION 
5. WARNING SYSTEM 
6. FIRE AND EXPLOSION HAZARDS 
7. POOR HOUSEKEEPING 
8. NOISE EXPOSURE 
9. EXPOSURE TO HAZARDOUS MATERIALS 
10. EXTREME TEMPERATURE EXPOSURE 
11. ILLUMINATION 
12. VENTILATION 
13. VISIBILITY 
 

 

EXAMPLES OF BASIC CAUSES 

PERSONAL FACTORS 

1. CAPABILITY 
2. KNOWLEDGE 
3. SKILL 
4. STRESS 
5. MOTIVATION 
 

JOB FACTORS 

1. SUPERVISION 
2. ENGINEERING 
3. PURCHASING 
4. MAINTENANCE 
5. TOOLS/EQUIPMENT 
6. WORK STANDARDS 
7. WEAR AND TEAR 
8. ABUSE OR MISUSE 
9. CHANGE (Conditions, scope, work methods, personnel) 

 

MANAGEMENT PROGRAMS FOR CONTROL OF INCIDENTS 
1. LEADERSHIP AND ADMINISTRATION 
2. MANAGEMENT TRAINING 
3. PLANNED INSPECTIONS 
4. TASK ANALYSIS AND PROCEDURES 
5. TASK OBSERVATION 
6. EMERGENCY PREPAREDNESS 
7. ORGANIZATIONAL RULES 
8. ACCIDENT/INCIDENT ANALYSIS 
9. PERSONAL PROTECTIVE EQUIPMENT 

10. HEALTH CONTROL 
11. PROGRAM AUDITS 
12. ENGINEERING CONTROLS 
13. PERSONAL COMMUNICATIONS 
14. GROUP MEETINGS 
15. GENERAL PROMOTION 
16. HIRING AND PLACEMENT 
17. PURCHASING CONTROLS 

 

NOTIFICATION REMINDER 

Fatalities or hospitalization (admittance) of three or more individuals requires notification to OSHA within 8 hours.  Contact the Director, 
Health and Safety Programs or Director, ESQ Programs to make the notification.  If unavailable, the senior operations person on site should 
make the notification. 
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FIGURE 01155-4 
 

PHYSICAL CONDITIONS EVALUATION GUIDE  
AND 

PROJECT INSPECTION CHECKLIST
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CONFIDENTIAL 

 
 
 
 
 
            

Project Title 
 

            
Delivery Order 

 
 
            

Contract/Client Name 
 

            
Contract Number 

 
 
 
            

Date of Report 
 
 
 
  
 
 
 Prepared by: ________________________________________  ____________________ 
   Inspector       Date 
 
 
 Reviewed by:  ________________________________________  ____________________ 
   Project Manager      Date 
 
 
 Reviewed by:    ________________________________________  ____________________ 
   Regional ESQ Manager     Date 
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I.  Background Information   
 

1. Project Information. 
 
Project Name:  

Client Name:   

Contract/Delivery Order:  

Site Location:  

Project Manager:   

Site Manager:  

Inspector/Location:   

Date of Inspection:   

Date Field Activities Commenced:  

Date Field Activities Anticipated to be Completed:   

Prime Contractor:  

Subcontractors:     

Operations Evaluated:       Yes                No  
 
  Site Personnel Interviewed:      
  

2.  Project Documentation.  Provide a list of project documentation reviewed prior to inspection. 

3.  Regulatory Background.   List the lead and support regulatory agencies; the regulatory program under which 
the cleanup activity is being conducted; and any Decision Documents applicable to the activities. 
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4.  Project Activities.  Provide a list of project activities and current status (e.g., completed, ongoing, not 
completed). Note: Ensure EHS Plan accurately identifies these project activities. 

 Activity Status 
 
 
 
 
 
 

 5.  Regulatory Permits, Approvals, Plans, And Agreements.  List the regulatory permits, approvals, plans, and 
agreements that have been/will be obtained to conduct project activities.  For permit equivalencies, list the project 
documentation that identifies substantive requirements and regulatory agency concurrence with those 
requirements.  Note:  Ensure EHS Plan accurately identifies these permit requirements. 
               Permit/Plan Agreement                                                                       Status (including expiration date) 
 
 
 
 

6.  Training.  List training requirements and status at time of inspection.  Indicate whether project files contained 
documentation to demonstrate compliance with the training requirements.  Note:  Ensure EHS Plan accurately 
identifies these training requirements. 
                   Training                                                                                                               Status 

7.  Project Waste Streams.  Complete the following table for each waste stream.  Include the amount generated, 
how it is being managed (e.g., type of containerization), characterization, whether sampling and analysis is 
pending, how it will/has been dispositioned, and whether waste is currently on or off-site, replaced in excavation, 
etc.   Waste streams should include, at a minimum, investigation-derived wastes, excavated wastes, treatment 
residues, debris, and PPE.  Describe also Foster Wheeler Environmental’s responsibility for characterization, 
packaging, managing, transportation, and disposal.  Note: Ensure EHS Plan accurately identifies these waste 
management requirements. 
Waste Stream                  Amount/Mgmt                   Characterization               Disposition       
Status 
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ATTACH ACTION ITEM REPORT AND APPLICABLE COMPLETED PESM INSPECTION CHECKLISTS. 
 

 
 

 

III. Applicable Checklists 
 
 
Please place a checkmark ( ) next to each checklist which is attached to this report. 

 __ _  ENVIRONMENTAL, HEALTH AND SAFETY/EMS PROGRAMS (MUST BE COMPLETED 
FOR ALL INSPECTIONS) 

____  AIR QUALITY  

 ____ ASBESTOS 

 ____ CONSERVATION RESOURCES AND ENVIRONMENTAL REVIEWS 

 ____ DRINKING WATER, SOLE SOURCE AQUIFER, WELLHEAD PROTECTION AND WATER 
WITHDRAWAL  

 ____ FIELD, CONSTRUCTION AND ROAD IMPACTING ACTIVITIES  

 ____ HAZARDOUS WASTE: STORAGE TREATMENT DISPOSAL IN LESS THAN 90 DAYS 

 ____ HAZARDOUS WASTE: PERMITTED FACILITIES 

 ____ LEAD-BASED PAINT ABATEMENT  

 ____ OIL AND HAZARDOUS SUBSTANCES MANAGEMENT 

 ____ RADIOACTIVE WASTE 

 ____ SOLID WASTE  

 ____ TSCA:  POLYCHLORINATED BIPHENYLS 

 ____ UNDERGROUND/ABOVE-GROUND STORAGE TANK INSTALLATION AND CLOSURE 

 ____ WASTEWATER/STORMWATER DISCHARGES/UIC 

 ____ WETLANDS/STREAMS/FLOODPLAINS  

 

 01155-40



Contract No. N62472-99-D-0032 

SECTION 01200 
 

PROJECT MEETINGS 
 

PART 1. GENERAL 
 
1.1  DESCRIPTION 
 
The Contractor shall attend any and all meetings requested by the Contracting Officer 
and as required by the Construction Quality Control Plan. 
 
1.2 RELATED SECTIONS 
 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01400 Construction Quality Control Plan 
 
1.3 SUBMITTALS 
 
Not used. 
 
1.4 DAILY MEETINGS 
  
The Contracting Officer’s and the Contractor’s representatives shall attend the Daily 
Safety Meeting.  The meeting will be held at a time and location designated by the 
Contracting Officer.  All personnel attending the meeting shall have knowledge of the 
scope of work, project schedule, forecasted daily schedule and site conditions. 
 
1.5 WEEKLY PROGRESS MEETINGS 
 
The Contracting Officer’s and the Contractor’s representatives shall attend a weekly 
meeting at a time and location designated by the Contracting Officer.   
 

A. The Contracting Officer’s and the Contractor’s representatives shall have 
knowledge of the complete project schedule, the schedule for each 
Subcontractor, delivery dates, milestones, outstanding approvals/design 
changes/Change Orders and the critical path for the completion of the 
Work.   

 
B. If the Project falls behind schedule, additional meetings may be requested 

by the Contracting Officer, at any time, to review causes for delays and 
plans for improving productivity. 

 
1.6 SAFETY MEETINGS 
 
The Contractor shall attend additional safety meetings, as requested by the Contracting 
Officer, to correct violations and incidents and to review procedures related to safety.  
Subcontractors may also be requested to attend these meetings. 
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PART 2. PRODUCTS 
 
Not used. 
 
PART 3. EXECUTION 
 
Not used. 
 
PART 4.  FIELD SUPERVISION AND TESTING 
 
Not used. 
 
 
 

 
 

***END OF SECTION*** 
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SECTION 01300 
 

SUBMITTALS 
 

PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. This Section includes general requirements and procedures necessary for 
scheduling, preparation, and submission of submittals.  For the purpose of 
these documents, submittals necessary shall include Shop Drawings, 
substitutions, product data, samples, and other submittals required by the 
Technical Specifications. 

 
B. All Work shall comply with the requirements specified in the Construction 

Quality Control (CQC) Plan.  Any conflicts with these requirements will be 
resolved by the Contracting Officer. 

 
C. This Section covers the general requirements and procedures for 

submittals.  The following items are covered in this Section. 
 

1. General Submittal Requirements; 
 

2. Submittal Form; 
 

3. Items Requiring Submittal for Approval; 
 

4. Submittal Register; 
 

5. Construction Project Schedule; 
 

6. Progress Reports; 
 

7. Product and Equipment Data; 
 

8. Shop Drawings; 
 

9. Procedures and Methods; 
 

10. Contracting Officer’s/Contractor’s Responsibilities; and 
 

11. Record Drawings. 
 

D. Types of Work-Related Submittals 
 

1. Substitutes or “Or Equal” Items 
 

Includes material or equipment, Contractor requests the Contracting 
Officer to accept as substitute for items specified or described by using 
proprietary name or name of particular Supplier. 
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2. Shop Drawings 
 

a) Includes technical data and Drawings specially prepared for this 
Project, including fabrication and installation Drawings, diagrams, 
actual performance curves, data sheets, schedules, templates, 
patterns, reports, instructions, design mix formulas, measurements, 
and similar information not in standard printed form. 

 
b) Standard information prepared without specific reference to a 

project is not considered to be a Shop Drawing. 
 

3. Product Data 
 

Includes standard printed information on manufactured products and 
systems that has not been specifically prepared for this Project, 
including Manufacturer’s Product Specifications and installation 
instructions, catalog cuts, standard wiring diagrams, printed 
performance curves, mill reports, and standard color charts. 

 
4. Samples 

 
Includes both fabricated and manufactured physical examples of 
materials, products, and units of Work, includes complete units, partial 
cuts of manufactured or fabricated work, swatches showing color, 
texture, and pattern, and units of Work to be used for independent 
inspection and testing. 

 
5. Miscellaneous Submittals 

 
Work-related submittals that do not fit in the four previous categories 
include guarantees, warranties, certifications, experience records, 
maintenance agreements, workmanship bonds, survey data and 
reports, physical work records, quality testing and certifying reports, 
copies of industry standards, record Drawings, field measurement data, 
overrun stock, keys, and similar information, devices, and materials 
applicable to Work. 

 
1.2 RELATED DIVISIONS 
 
Related Work and/or equipment that is specified in other Divisions of the Contract 
Document include, but is not limited to, the following: 
 
 
 Division 1 General Requirements 
 Division 2 Site Work 
 Division 3 Concrete 
 Division 15 Mechanical 
 
1.3 SUBMITTALS 
 
Not used. 
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1.4 GENERAL SUBMITTAL REQUIREMENTS 
 

A. The submittal procedure shall be in accordance with the following: 
 

1. The Contractor shall transmit to the Contracting Officer a Submittal 
Form and five copies of each submittal or revision. 

 
2. Transmittal forms shall have a number unique to that submittal.  

Revisions shall have the original number with an alphabetic suffix (-A, -
B, -C, etc.) to indicate the sequence of the revision. 

 
B. The Contracting Officer’s review of the Contractor’s submittal shall be 10 

consecutive business days in length and shall commence on the first 
business day immediately following the date of arrival of the submittal. 

 
C. The Contracting Officer’s review of the Contractor’s submittal (including 

drawings, data and samples) with or without comments is for conformance 
with the design documents and for conformation of physical interface of 
items shown with related systems.   

 
D. The Contractor shall make all required corrections and/or changes in the 

submittals and resubmit two copies to the Contracting Officer.  Samples of 
the products or materials may also be requested by the Contracting Officer 
to aid in the review process. 

 
E. All costs for the preparation, correction, samples, and delivery of the 

submittals shall be borne by the Contractor. 
 
1.5 QUALITY ASSURANCE / QUALITY CONTROL 

 
Records of approved submittals and approved construction activities shall be the 
responsibility of the QC Engineer.  The Contracting Officer shall review procedures 
followed by the QC Engineer to ensure that all applicable QC procedures have been 
followed.  Generation of reports and final record documentation is the responsibility of 
the QC Engineer. 
 
1.6 SUBMITTAL FORM 
 
Each submittal and revision shall be accompanied by a completed Submittal Form or 
letter acceptable to the Contracting Officer.  Submittals will not be accepted or approved 
without an appropriate Submittal Form. 
 
 
1.7 ITEMS REQUIRING SUBMITTAL FOR APPROVAL 
 
Items that are required to be submitted, by the Contractor, for approval include: 
 

A. Project Schedule; 
 

B. Progress Report; 
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C. Product Data and Test Results; 

 
D. Shop Drawings;  

 
E. Samples; and 

 
F. Procedures and Methods. 

 
1.8 SUBMITTAL REGISTER 
 

A. The Contractor shall be responsible for updating the Submittal Register.  
The Comprehensive Submittal Register shall include the name of the 
submittal, the scheduled date for submission, and a reference to the 
corresponding Section of the Technical Specifications. 

 
B. In addition to items listed in the Contractor’s Submittal Register, the 

Contractor shall furnish submittals for any deviation from the Technical 
Specifications and/or Contract Drawings.  The scheduled submittal dates 
must be recorded on the document for each item for control purposes. 

 
C. All submittal requirements from within the Technical Specifications must be 

shown on the Submittal Register. 
 
1.9 PROJECT  SCHEDULE 
 

A. The Contractor shall provide a Preliminary Construction Schedule for the 
scope of Work.  The Preliminary Construction Schedule shall be submitted 
with the Bid. 

 
B. The Contractor shall, within ten calendar days after receipt of Notice to 

Proceed, provide and submit to the Contracting Officer for approval, the 
“Final Construction Schedule” for his/her planned operations, and general 
approach for completion of the Work.  The Final Construction Schedule 
shall graphically show the order and interdependence of all activities 
necessary to complete the Work, and the sequence in which each activity is 
planned to be accomplished including start and finish dates for each task or 
activity.  The Contractor shall include in the Final Construction Schedule the 
activities of all trades, Subcontractors, and material suppliers.   The 
Contracting Officer shall approve the Final Construction Schedule before 
any construction begins. 

 
C. The Contractor shall monitor, update, and submit an up-to-date version of 

the Final Construction Schedule to the Contracting Officer on a weekly 
basis.  The revised schedule shall clearly show actual progress, revised 
milestones, completed activities, partially completed activities, and future 
activity completion dates. 

 
1. All activities that are behind schedule shall be identified and 

reported as to the effect to the future activities and overall schedule 
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2. All activities that change from the previously approved schedule in 
method, labor intensity, or rate of productivity will be identified and 
the changes discussed 

 
3. Restraints imposed by delayed material deliveries shall also be 

identified and discussed 
 

D. The Contractor shall participate in the Contracting Officer’s review and 
evaluation of the revised schedule and shall make all revisions to the 
schedule in accordance with the review comments, and resubmit it to the 
Contracting Officer for approval.  The approved schedule shall then be 
used by the Contractor for planning, organizing, and directing the Work and 
for reporting progress. 

 
E. The Contractor shall work diligently to complete the scheduled Work in a 

timely manner, so that no delay will be caused in the Work. 
 
1.10 PROGRESS REPORTS 
 

A. A progress report shall be furnished by the Contractor to the Contracting 
Officer with each application for progress payment.  If the Work falls behind 
schedule, the Contractor shall submit additional progress reports at such 
intervals as requested by the Contracting Officer. 

 
B. Each progress report shall include sufficient narrative to describe Work 

completed to date and, if necessary, anticipated delaying factors, their 
effect on the Final Construction Schedule, and proposed corrective actions.  
Any portion of the Work reported to be complete, but which is not readily 
apparent as complete to the Contracting Officer, must be substantiated with 
satisfactory evidence. 

 
C. Each progress report shall also include three copies of the accepted 

schedule marked to indicate actual progress. 
 
1.11 PRODUCT AND EQUIPMENT DATA 
 

A. Within 10 days after the date of Contracting Officer’s Notice to Proceed, the 
Contractor shall submit to the Contracting Officer a complete list of major 
products to be used. 

 
B. A Submittal Form shall be submitted for each group of products, including 

the uses and Manufacturer’s name and address.  For each item listed, 
include the trade or brand name, product number, guarantees/warranties, 
reference standards, installation instructions, and any supplemental 
technical data or information that may be required for approval. 

 
C. A Submittal Form shall be submitted for each separate mechanical and 

electrical equipment, including the use of Manufacturer’s name and 
address.  For each item, include the model number, technical data, 
performance information, ratings, capacities, guarantees/warranties, 
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reference standards, installation instructions, and any other information that 
may be required for approval. 

 
1.12 SHOP DRAWINGS 
 

A. Shop Drawings, as may be specified in individual Work Sections, include, 
but are not limited to, custom-prepared data such as fabrication and 
erection/installation Drawings.  Schedule information, setting diagrams, 
actual Manufacturer’s instructions, custom templates, special wiring 
diagrams, coordination Drawings, system or equipment inspection 
procedures and testing and verification reports including performance 
curves and certifications, as applicable to the Work. 

 
B. All Shop Drawings submitted by the Contractor for approval shall be not 

less than 8 ½ by 11 inches nor more than 30 by 42 inches and include the 
following information: Project Title and Location, Contract Number and Task 
Order; Drawing Title; Drawing Number; Date of Drawing; and Number and 
Date of any Revisions. 

 
C. Shop Drawings shall be reviewed by Foster Wheeler prior to submitting to 

the Contracting Officer.  The Contractor shall be responsible for their timely 
submission so as to prevent delays in delivery of materials. 

 
D. The Contracting Officer shall check all the Contractor’s Shop Drawings 

regarding measurement size of individual members, materials, and details 
to satisfy that they conform to the intent of the Contract Drawings and these 
Technical Specifications.  Drawings found to be inaccurate or otherwise in 
error shall be returned to the Contractor for correction. 

 
E. All details on Shop Drawings submitted for approval shall show clearly the 

relation of the various parts to the main members and lines of the structure, 
and where correct fabrication of the Work depends upon field 
measurements, such measurements shall be made and noted on the 
submittal Drawings before being submitted for approval. 

 
1.13 SAMPLES 
 

 
B. For samples of material where variations are expected three samples shall 

be submitted.  Theses samples shall be representative of the two extreme 
conditions and the middle condition.   

 
C. Samples shall be of the following sizes: cut down or sized up to 8 ½ by 11 

for solid materials; 10 inches for linear materials; 1 pint for non-solid 
materials. 

A. The Contractor shall submit to the Contracting Officer samples of products 
to be used in construction which are adequate to indicate color, texture, and 
material variations.   

 
D. The Contractor is required to provide additional samples at the Contracting 

Officer’s request.  When requested by the Contracting Officer sample 
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panels or installations may also be required for approval of product or 
procedures. 

 
E. In certain cases where directed by the Contracting Officer approved 

samples may be incorporated into the Work.  Incorporated samples shall be 
in undamaged condition at the time of use. 

 
PART 2.  PRODUCTS 
 
Not used. 
 
PART 3. EXECUTION 
 
3.1 CONTRACTING OFFICER’S / CONTRACTOR’S RESPONSIBILITIES 
 

A. Within 10 days after date of Notice to Proceed or at least one month prior to 
installation, the Contractor shall submit the items that are required to be 
submitted for approval in order to meet the Contract Requirements. 

 
B. The Contractor shall review Shop Drawings, product data, and samples 

prior to submitting them to the Contracting Officer.  As a minimum, the 
Contractor shall determine and verify the following: 

 
1. Field measurements; 

 
2. Field construction criteria; 

 
3. Catalog numbers and similar data; and 

 
4. Conformance with the Technical Specifications. 

 
C. The Contractor shall provide with each Shop Drawing, working drawing, 

sample and catalog data submitted to the Contracting Officer a signed 
certificate stating that he/she has determined and verified all field 
measurements, field construction criteria, materials, dimensions, catalog 
numbers and similar data, and has checked and coordinated each item with 
other applicable approved Shop Drawings and all Contract Requirements. 

 
D. The Contractor shall notify the Contracting Officer in writing, at the time of 

submittal, of any deviations in the submittals from the requirements of the 
Contract Documents. 

 
E. The review and approval of Shop Drawings, samples or catalog data by the 

Contracting Officer shall not relieve the Contractor from his/her 
responsibility to fulfill the terms and conditions of the Contract.  All risks of 
error and omission are assumed by the Contractor and the Contracting 
Officer shall therefore have no responsibility. 

 
F. No Work requiring a Shop Drawing, working Drawing, sample, or catalog 

data shall start, nor shall any materials be fabricated or installed prior to 
their approval by the Contracting Officer.  Fabrication performed, materials 
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purchased or on-site construction accomplished that does not conform to 
approved Shop Drawings and data shall be at the Contractor’s risk.  The 
Contracting Officer shall not be liable for any expense or delay due to 
correction or remedies required to accomplish conformity. 

 
G. All Work, materials, fabrication, and installation shall conform with approved 

Shop Drawings, working Drawings, applicable samples, and catalog cuts. 
 
3.2 SUBMITTAL PROCEDURES 
 

A. The Contractor shall submit to the Contracting Officer all items listed on the 
Submittal Register or specified in the other Sections of these Technical 
Specifications.  Each submittal shall be complete and in sufficient detail to 
allow ready determination of compliance with Contract Requirements. 

 
B. The Contracting Officer reserves the right to modify the procedures and 

requirements for submittals, as necessary to accomplish the specific 
purpose of each submittal.  The Contracting Officer may request submittals 
in addition to those listed when deemed necessary to adequately describe 
the Work covered in the respective Sections.  The Contractor shall direct 
inquiries to the Contracting Officer regarding the procedure, purpose, or 
extent of any submittal. 

 
C. Submittals processed by the Contracting Officer do not become Contract 

Documents and are not to be considered Change Orders by the Contractor.  
The purpose of submittal review is to establish a reporting procedure and is 
intended for the Contractor’s convenience in organizing the Work, and to 
the Contracting Officer to monitor the progress and understanding of the 
design. 

 
D. The Contractor shall revise and resubmit submittals as required; identify all 

changes made since previous submittals. 
 

E. When submittals have been reviewed by the Contracting Officer, one copy 
will be returned by the Contracting Officer to the Contractor appropriately 
annotated.  If major changes or corrections are necessary, the submittal 
may be rejected and one set will be returned to the Contractor with such 
changes or corrections indicated.  The Contractor shall correct and 
resubmit the submittal in the same manner and quantity as specified for the 
original submittal. 

 
3.3 SUBMITTAL REVIEW / ACCEPTANCE 
 

A. If a submittal is acceptable, it will be marked “Accepted for Construction” or 
“Corrections as noted – Resubmit.”  One copy of the submittal will be 
returned to the Contractor for all submittals. 

 
B. Upon return of a submittal marked “Accepted for Construction” or 

“Corrections as Noted- Resubmit” the Contractor may order, ship, or 
fabricate the materials included on the submittal, provided it is in 
accordance with the corrections indicated. 
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C. If a submittal is marked “Corrections as Noted- Resubmit” the Contractor 

shall make the corrections indicated thereon and resubmit the submittal for 
record purposes. 

 
D. Submittals that are for information only will be marked “No Action 

Required.”  
 

E. If a submittal is unacceptable, one copy will be returned to the Contractor 
with one of the following notations: 

 
1. “Revise and Resubmit”; or 

 
2. “Not Acceptable- Not Per Contract”. 

 
F. Upon return of a submittal marked “Revise and Resubmit”, the Contractor 

shall make the corrections indicated then repeat the initial acceptance 
procedure.   

 
G. The “Not Accepted” notation is used to indicate material or equipment that is 

not acceptable.  Upon return of a submittal so marked, the Contractor shall 
repeat the initial approval procedure utilizing acceptable material or 
equipment at no additional cost to the Navy. 

 
H. Submittals lacking adequate detail or other information to allow the 

Contracting Officer to determine whether or not the submittal meets the 
Contract Requirements shall be marked “Incomplete or Deficient Submittal” 
and returned without further comment. 

 
I. Shop Drawings or other submittals not bearing the Contracting Officer’s’ 

“Accepted for Construction” notations shall not be utilized for construction 
purposes.  No Work shall be performed or requirement installed without a 
Drawing or submittal bearing this notation. 

 
3.4 SCHEDULING 
 
Submittals covering component items forming a system or items that are interrelated 
shall be scheduled to be coordinated and submitted concurrently.  Certifications to be 
submitted with the pertinent Drawings shall be so scheduled.  Adequate time shall be 
allowed on the register for review and approval.  The Contractor shall carefully control 
his/her operations to ensure that each individual submittal is made on or before the 
Contractor scheduled date shown on the approved “Submittal Register.” 
 
3.5 INFORMATION ONLY SUBMITTALS 
 
Normally, submittals for information will not be returned.  Approval of the Contracting 
Officer is not required on information only submittals.  These submittals will be used for 
information purposes.  The Contracting Officer reserves the right to require the 
Contractor to resubmit any item found to comply with the Contract.  This does not relieve 
the Contractor from the obligation to furnish material conforming to the Contract 
Drawings and Technical Specifications and will not prevent the Contracting Officer from 
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requiring removal and replacement if nonconforming material is incorporated in the 
Work.  This does not relieve the Contractor of the requirement to furnish samples for 
testing by the Contracting Officer’s laboratory or check testing by the Contracting Officer 
in those instances where Technical Specifications so prescribe. 
 
3.6 RECORD DRAWINGS 
 

A. The Contractor shall maintain on Site a set of up-to-date Record Drawings 
which clearly indicate all changes to the Contract Drawings.  The Record 
Drawings shall indicate all changes to the original Contract Work and 
additional Work in red.  The Record Drawings shall also indicate exact 
routing of all power and control wiring, locations of all manual and 
automatic controls and amperage readings for all motors taken from the 
equipment under normal load conditions. 

 
B. A complete and accurate set of Record Drawings shall be signed and dated 

by the Contractor and shall be labeled with the following, 
 

“These Record Drawings completely and truly represent the Contract 
Work as installed.” 

 
C. Record Drawings shall be delivered to the Contracting Officer within 30 

days of final approval of the Work and shall be on one set of reproducible 
Drawings and on electronic media in AutoCAD Release 14. 

 
D. Record Drawings shall include the name, address, phone number, and 

signature of the Contracting Officer and any Contractors.  
 

E. Record Drawings shall show all deviations in “Clouds” to clearly identify any 
deviations from the Contract Drawings. 

 
F. All utilities, structures, or other deviations to the Drawings encountered 

during construction shall be shown on Record Drawings.  Any locations that 
are different than those shown on the Drawings shall be clearly identified in 
their correct locations. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
Not used. 
 
 
 

***END OF SECTION***
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SECTION 01320 
 

SUBMITTAL REGISTER 
 

PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. This Section includes a listing of submittals required by other Sections of 
the Technical Specifications, the Contract Drawings, and the CQC Plan.   
 

B. Submittals shall include Shop Drawings, substitutions, product data, 
samples, and other submittals required by the Technical Specifications, 
Contract Drawings, and the CQC Plan. 

 
C. All submittals listed shall be submitted in accordance with procedures 

outlined in Section 01300, “Submittals.” 
 
1.2 RELATED DIVISIONS 
 
Related Work and/or equipment that is specified in other Divisions of the Contract 
Document include, but is not limited to, the following: 
 

Division 1 General Requirements 
Division 2 Site Work 
Division 3 Concrete 
Division 4 Mechanical 
 

1.3 SUBMITTALS 
 
Not used. 
 
PART 2. PRODUCTS 
 
Not used. 
 
PART 3. EXECUTION 
 
3.1 PREPARATION OF SUBMITTAL REGISTER 
 
All submittal requirements from within the Technical Specifications must be shown on 
the Submittal Register with reference to the Section and Paragraph of the Technical 
Specifications where stated. 
 
3.2 ADDITIONAL ITEMS 
 
In addition to items listed in the Contractor’s Submittal Register, the Contractor shall 
furnish submittals for any deviation from the Technical Specifications and/or Contract 
Drawings.  The scheduled submittal dates must be recorded on the document for each 
item for control purposes. 
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3.3 UPDATING THE SUBMITTAL REGISTER 
 
The Contractor shall be responsible for updating the Submittal Register to reflect newly 
required submittals, status of submittals, and any other changes that affect the register. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
Not used. 
 
 
 
 

***END OF SECTION*** 
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SUBMITTAL REGISTER 

TITLE AND LOCATION CONTRACTOR 
LANDFILL CAPS FOR SITES 3 AND 10, NWS EARLE, NJ  

CONTRACTOR 
SCHEDULE DATES 

CONTRACTOR 
ACTION APPROVING AUTHORITY 
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O
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
01010 As-Built Drawings 1.9           
 Project Schedule 1.10
01052 Land Surveyor

Information 
 1.

a.  Name and Address
b.  Proof of Registration 
Documentation of
Accuracy of Work 

 4.

Survey Drawings 3.2
   Field Survey Notes and 

Computer Printouts 
3.

Surveyor Close-out
Documents 

1.

  01155 Site Specific Health and 
Safety Plan 
a.  Personnel 3.1
b.  Hazard Assessment 3.2

   c.  Safe Work Practices  3.3              
d.  Training 3.4

   e.  Work Zone 
Categories 

3.5              

        
                 
   3A              

                  
                 
   1C              

                  
1C              

    4B              
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SUBMITTAL REGISTER 

 
TITLE AND LOCATION CONTRACTOR 
LANDFILL CAPS FOR SITES 3 AND 10, NWS EARLE, NJ  
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REMARKS 

(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  01155 f.  Personal Safety 

Equipment and 
Protective Clothing 

3.6              

   g.  Personnel and 
Equipment 
Decontamination 
h.  Sanitation 3.8
i.  Emergency
Equipment and First Aid 
Requirements  
j.  Emergency
Response and 
Contingency Planning 

3.10

k.  Posted Regulations 3.11
l.  Communication 3.12

   m.  Material Safety Data 
Sheets 

3.13

n.  Medical Surveillance 4.3
   o.  Environmental and 

Personnel Monitoring 
4.4              

   p.  Record Keeping and 
Reporting 
q.  Inspection/Audit
Program 

3.7              

                 
    3.9              

                  

                  
                 

              

                 

4.5              

    4.7              
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SUBMITTAL REGISTER 

 
 

TITLE AND LOCATION CONTRACTOR 
LANDFILL CAPS FOR SITES 3 AND 10, NWS EARLE, NJ  
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  01155  6E    Weekly Health and

Safety Reports 
4.           

Monthly Safety Report
Close-out Safety Report 4.6F

01350 Pre-construction
Photographs and 
Videotape 

 2

Construction
Photographs and 
Videotape 
Monthly Photographs
and Videotape 

01400 Construction Quality
Control (CQC) Plan 

01565 Buildings/Trailers
Information 

 

Temporary Electrical
Supply and Lighting 
Sketch of Temporary
Electrical System 

                  
                 
   .1              

    2.2              

    2.3              

    2.1              

   2.2              

    3.3              

    3.3              
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SUBMITTAL REGISTER 

TITLE AND LOCATION CONTRACTOR 
LANDFILL CAPS FOR SITES 3 AND 10, NWS EARLE, NJ  
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  01565  .4    Water Supply ad

Sanitary Facilities 
3           

Temporary
Environmental Control 
Work Plans 

 3.7-
3.19 

01700 Compliance
Documentation 

4.

Lien Releases 1.4
Demonstration of
Equipment Operability 

4.

Record Documents and
Manuals 

1.5, 
1.7, 
1.8 

02050 Revised Demolition
Drawings 

02210 Tree Wound Paint 2.1
02240 Silt Fencing Material:

type and size 
2.

Sieve analysis test
results for entrance 
stones 

2.

02250 Equipment and Material
Handling Plan 

                

    1A              

                  
    1C              

                 

    1.3              

                  
    1A              

    1D              

    3.1              
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SUBMITTAL REGISTER 
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02250      Off-Site Disposal Plan 3.2,

3.3 
          

Waste Profiles 4.2
Shipping Manifests 3.4
Disposal Manifests 3.4

02310 Fill Material Test
Results 

 2.

   a.  Moisture Density 
Test Results 

              

   b.  Sieve Analysis Test 
Results 

              

   c. Atterburg Limit Test 
Results 

              

   d.  Acid Producing Soil 
Test Results 
Field Test Results 4.2

02320 Geotechnical Test
Reports 
a.  Sieve Analysis Test
b.  Permeability Test

   c.  Maximum/ Minimum 
Density  

              

                  
                  
                  
   1B              

              

                  
    2.1              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
02320 d.  Gradation            
 e.  Hydraulic

Conductivity 
Field Test Reports 4.2
a.  Sieve Analysis
b.  Permeability Test

   c.  Maximum/ Minimum 
Density  
d.  Gradation
Letter of purity 2.1A1

  02323 Location and source of 
bedding and rip-rap 

2.1

Sieve Analysis Test
Results 
Soundness Test
Results 
Certification of Mean
Weight 

2.1B3

Certification of
Gradation 

2.1B3

   5 gallon bucket of 
material 

       
                 

                  
                  
                  

              

                  
                  

              

    4.2              

    4.2              

                  

                  

2.1              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02324  .1    Geotechnical Test

Reports 
2           

a.  Sieve Analysis
   b.  Modified Proctor 

Test 
              

   c.  Maximum/ Minimum 
Density 
Field Test Reports 4.2
a.  Sieve Analysis
b.  Density 
c.  Relative Compaction
d.  Sand Cone Test 
e.  Thickness 
Letter of purity 2.1

02326 Cover Soil 
   5 gallon bucket of 

material from each 
Borrow Source 

2.

Geotechnical Test
Reports 
a.  Sieve Analysis
b.  Atterburg Limits

   c.  Modified Proctor 
Test 
d.  

                  

              

                  
                  
                 
                  
                 
                 
                  
                 

1C              

    4.4              

                  
                  

              

   pH               
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 C
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        02326 Letter of purity 2.1B
  02327 Source and Quality of 

Concrete Materials 
 

2.2, 
2.5 

             

   2.1              02501 Manufacturer’s
Specifications, data 
sheets, and instructions 

    4.1              Certificates of
Compliance 

                Material Certificates and
Test Results 

 2.1, 
2.2 

02600 Driller Information 3.1
 a.  Name and Address

b.  Name of Driller 
c.  NJ Certification
Manufacturer’s Catalog
Information 

1.

As-Built Drawings 1.3C3
.7 

Driller’s Reports 1.3D3
.8 

02714 Guaranteed Minimum
Average Roll Length 
Geotextile Production
Information 

                  
                 
                 
                  
    3B              

                  

                 

    2.1              

    2.2              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02714    Geotextile

Manufacturer’s Test 
Results 

            

Field Test Results
02771 Manufacturing

Capabilities 
 1.

   a.  Quality Control 
Procedures 

              

   b.  List of Material 
Properties 
Manufacturer’s
References 

1.

Origin and identification
of Resin 

2.

Certification of
compatibility between 
resins  

2.

Resin Supplier Quality
Control Certificates 

2.

Geomembrane
Manufacturer’s Test 
Results 

 2.

   Certification of no Post 
Consumer Resin 

2.

Manufacturing Specifics
and Test Results for 
each Roll 

2.

                  
   4B              

              

    4B              

    1A              

    3A              

    3A              

   3B              

1A              

    2A              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02771  .3    Quality Control

Certificates 
2           

Manufacturer’s
Warranty 
Installation layout 3.3A
Installation schedule 3.1B3
Contractor’s letter of
approval for 
Manufacturer 

1.4

Installation capacities 1.4C
a.  Equipment
Information 

  

   b.  Average Daily 
Production 

              

   c.  Quality Control 
Procedures 
Installer’s References 1.4C
Resumes of supervisors
and seamers 

 1.

Certificate of Calibration  3.4D2
02800 Proposed Material and

Material Sources 
 2.1, 

2.2 
   5 gallon bucket of 

material  from each 
source 

2.1, 
2.2 

             

    1.5              
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(a)                   (b) (c ) (d) (e) (f) (g) (h) (i) (j) (k) (l) (m) (n) (o) (p) (q) (r )
  02800  .2    Top Soil Composition

Tests 
4           

   Factory Test Reports for 
Acid Producing Soil 

2.

02810 Concrete Mix Design
and Test Results 

02830 Product Data 2.1-
2.5 

As-Built Drawings for
Fences 

3.

02840 Certificate of Seed
Purity and Germination 
Fiber Mulch Information 2.5
Manufacturer’s Catalog
Data for Fertilizer 
Factory Test Results 2.1-

2.5 
Soil Content Test
Results 

03200 Certified Mill Reports 1.3
03300 Concrete Mix Design

and Test Results 
15100 Driller Information 4.1C
 a.  Name and Address  

b.  Name of Driller 

3B              

    1.3              

                

    1D              

    2.1              

                 
    2.3              

                 

    4.2              

                  
    2.3              
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15100 c.  NJ Certification            
 Manufacturer’s Catalog

Information 
2.1-
2.5 

Well Modification Plan 1.3C
As-Built Drawings  3.6
Driller’s Reports 3.7

15483 Manufacturer’s
Installation Instructions 
Drawing of
Geomembrane Seal 

 3.

Manufacturer’s
Warranty 

 2.1, 
2.3 

       
                

                  
                 
                  
    3.2              

   3A              
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SECTION 01350 
 

CONSTRUCTION PHOTOGRAPHS 
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 
This Work includes photographs and videotapes that are to be provided by the 
Contractor to document pre-construction conditions, construction progress, and the 
completed Project. 
 
1.2 RELATED SECTIONS 
 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01320 Submittal Register 
 Section 01400 Construction Quality Control Plan 
 
1.3 SUBMITTALS 
 
The following items shall be submitted in accordance with Section 01300, “Submittals”: 
 

A. Pre-construction Photographs and Videotape; 
 

B. Construction Photographs and Videotape; and 
 

C. Monthly Photographs and Videotape. 
 
PART 2. PRODUCTS 
 
2.1 PRECONSTRUCTION PHOTOGRAPHS AND VIDEOTAPE 
 

A. The Contractor shall take pre-construction color photographs and videotape 
before commencement of Work at the Site.  The photographs shall be 
taken on 35-millimeter size film.  The videotape shall be VHS-C format.  A 
photograph log shall be prepared to identify the date, name of work item, 
and the location where the photograph was taken.  The back of each 
photograph shall be marked to correspond with the log entry for that 
photograph.  The videotape shall show the entire Work Area and have 
voice narrative.  The date and time shall be shown on the tape and case.  
The photographer shall be equipped to photograph exterior exposures, with 
lenses ranging from wide angle to 135 millimeters.  Copies of the 
photographs shall be retained by the Contractor in a 3-ring album together 
with the negatives and photograph log and shall be available at all times for 
inspection by the Contracting Officer. 
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B. Photographs selected by the Contracting Officer, together with the 
negatives and the photograph log shall be submitted to the Contracting 
Officer by the Contractor within 10 working days following the selection of 
individual photographs.  Videotapes shall be submitted to the Contracting 
Officer by the Contractor within 10 working days following selection. 

 
2.2 CONSTRUCTION PHOTOGRAPHS AND VIDEOTAPE 
 

A. The Contractor shall take construction photographs and videotape showing 
the progress of Work at the Site.  The photographs shall be taken on 35-
millimeter size film.  A photograph log shall be prepared to identify the date, 
name of work item, and the location where the photograph was taken.  The 
back of each photograph shall be marked to correspond with the log entry 
for that photograph.  The videotape shall be VHS-C format and shall show 
the entire work area with voice narrative.  The date and time shall be shown 
on the tape and case. 

 
B. Starting one month after the date of start of construction, and continuing as 

long as the Work is in progress, a copy of the log for photographs taken 
during the month shall be submitted to the Contracting Officer within 10 
working days following the end of the month.  The photographs, negatives, 
videotape, and photograph log shall be available at all times for inspection 
by the Contracting Officer. 

 
C. Photographs selected by the Contracting Officer, together with the 

negatives and the photograph log, shall be submitted to the Contracting 
Officer by the Contractor within 10 working days following the selection of 
individual photographs.  Videotapes shall be submitted to the Contracting 
Officer by the Contractor within 10 working days following. 

 
2.3 PHOTOGRAPHS AND VIDEOTAPE AT COMPLETION OF CONSTRUCTION 
 

A. Color exposure photographs and videotape shall be made of Work after the 
final inspection is conducted and Work is approved by the Contracting 
Officer.  The photographer shall be equipped to take exterior exposures, 
with lenses ranging from wide angle to 135 millimeters.  Copies of the 
photographs shall be retained by the Contractor in a 3-ring album together 
with the negatives and photograph log.  The photographs, negatives, and 
photograph log shall be available at all times for inspection by the 
Contracting Officer.  The videotape shall be VHS-C format and shall show 
the entire Work Area with voice narrative.  The date and time shall be 
shown on the tape and case. 

 
B. Photographs selected by the Contracting Officer, together with the 

negatives and the photograph log shall be submitted to the Contracting 
Officer by the Contractor within 10 working days following the selection of 
individual photographs.  Videotapes shall be submitted to the Contracting 
Officer by the Contractor within 10 working days following selection. 
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PART 3. EXECUTION 
 
Not used. 
 
PART 4.  FIELD SUPERVISION AND TESTING 
 
Not used. 
 
 
 
 
 

***END OF SECTION***
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SECTION 01400 
 

CONSTRUCTION QUALITY CONTROL PLAN  
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 
The Contractor shall provide all materials, labor, and equipment to perform the Work 
specified in this Section in accordance with the Technical Specifications and Contract 
Drawings. 
 

A. The Construction Quality Control Plan (CQC Plan) is the means by which 
the Contractor assures himself/herself that his/her construction complies 
with the requirements of the Contract Drawings and Technical 
Specifications.  The control shall be adequate to cover all construction 
operations, including both on-site and off-site operations, and will be keyed 
to the proposed construction sequence. 

 
B. The data generated by the Contractor shall be utilized to assure the 

following: 
 

1. The level of protection being worn is within acceptable range for air in 
and around the active Work Area. 

 
2. Sustained airborne contaminants are not leaving the Site. 

 
3. If applicable, the treatment of all waste material is ensured. 

 
4. The Off-Site Treatment, Storage and Disposal (TSD) facility analytical 

data requirements are met.  See Section 02250, “Off-Site 
Transportation and Disposal.” 

 
1.2 REFERENCES AND RELATED SECTIONS 
 
The publication listed below form a part of this Specification to the extent referenced. 
The publications are referred to in the text by basic designation only. 
 
ENVIRONMENTAL PROTECTION AGENCY (EPA) 

 
EPA 530-SW-86-031 Construction Quality Assurance for 

Hazardous Waste and Disposal Facilities 
 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01320 Submittal Register 
 Section 01430 Field Sampling, Analysis and Data Evaluation 
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 Section 02250 Off-Site Transportation and Disposal 
 
1.3 SUBMITTALS 
 
The Contractor shall review the attached Construction Quality Control Plan (CQC Plan). 
The Contractor shall submit a list of personnel, procedures, control, instructions, tests, 
records, and forms to be used.  Construction will be permitted to begin only after 
approval of the revised CQC Plan by the Contracting Officer. 
 

A. The submittal shall include at least four phases of inspection for all 
definitive features of Work as follows. 

 
1. Preparatory Inspection; 

 
2. Initial Inspection; 

 
3. Follow-up Inspection; and 

 
4. Completion Inspection. 

 
B. The controls shall also include site testing, reporting of noncompliance 

conditions, field change activities, and inspection of all Site Activities. 
 
Procedures and/or other documents relating to construction activities shall be submitted 
to the Contracting Officer for review and acceptance for conformance to Contract 
Requirements.  Any comments by the Contracting Officer shall be resolved, and the 
Contractor shall not begin any fabrication or construction activities until the Contracting 
Officer is assured that Contractor’s implementing procedures are in accordance with the 
Contract Requirements. 
 
PART 2. PRODUCTS 
 
2.1 CONSTRUCTION QUALITY CONTROL  PLAN 
 
A CQC Plan for equipment and material supplied to the Work Site, and for controlling the 
quality of construction (non-chemical) activities includes at a minimum, the following: 
 

A. Schedule of inspection activities to cover at least the following items: 
 

1. Temporary Environmental Controls; 
 

2. Clearing and Grubbing; 
 

3. Grading; 
 

4. Excavation; 
 

5. Fill and Backfill; 
 

6. Drainage; 
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7. Landscaping; 
 

8. Testing Laboratories; and 
 

9. Temporary Site Facilities. 

B. Procedures for implementing and scheduling inspection, documentation, 
and submittals, including those of Subcontractors, off-site Fabricators, 
Suppliers and Purchasing Agents; 

 
C. A list of all tests to be performed with testing procedures for each specific 

test, other than chemical testing; 
 

D. Reporting procedures including proposed reporting formats; 
 

E. Noncompliance conditions control procedure; 
 

F. Procedures for field changes; and 
 

G. Name and qualification of testing laboratory. 
 
PART 3. EXECUTION 
 
3.1 APPROVAL 
 
Approval of the Contractor’s CQC Plan is required prior to start of construction.  
Approval is conditional and will be predicted on satisfactory performance during the 
construction.  The Contracting Officer reserves the right to require the Contractor to 
make changes in his/her CQC Plan and operations including removal of personnel, as 
necessary, to obtain the quality specified. 
 

 
3.2 MEETINGS 
 
Prior to acceptance by the Contracting Officer of the CQC Plan, the Contractor shall 
meet with the Contracting Officer to discuss the Contractor’s CQC Plan.  The CQC Plan 
shall be submitted for review a minimum of seven calendar days prior to the meeting.  
During the meeting, a mutual understanding of the system details shall be developed, 
including the forms for recording the CQC Plan operations, control activities, testing, 
administration of the system for both on-site and off-site Work, and the interrelationship 
of Contractor’s Management and control with Navy’s Quality Assurance.  Minutes of the 
meeting shall be prepared by the Contractor and signed by both the Contractor and the 
Contracting Officer.  The minutes shall become a part of the contract file.  There may be 
occasions where subsequent conferences will be called by either party to reconfirm 
mutual understandings and/or address deficiencies in the CQC Plan which may require 
corrective action by the Contractor. 
 

 

Note:   After approval of the CQC Plan, the Contractor shall notify the Contracting 
Officer in writing a minimum of seven calendar days prior to any proposed 
change.  Proposed changes are subject to acceptance by the Contracting 
Officer. 
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3.3 QUALITY CONTROL PERSONNEL ORGANIZATION 
 

A. The Contractor shall establish and execute a CQC Plan which shall clearly 
define the organizational structure within which the CQC Plan is to be 
planned, implemented, and executed. 

 
B. The authority and responsibility of personnel performing quality control 

activities shall be stated in writing.  The Quality Control organization shall 
document the functional lines of authority within the Quality Control 
organization. 

 
C. The Contractor’s QC Engineer shall be responsible for overall management 

of the QC activities and shall have the authority to act in all QC matters for 
the Contractor.  The QC Engineer for this Contract shall be an approved, 
qualified hazardous materials removal Engineer or comparable individual 
whose sole responsibility is to ensure compliance with the Construction 
Quality Control Plan and Technical Specifications.  This person shall 
demonstrate his/her ability to perform correctly the duties required of 
him/her to the satisfaction of the Contracting Officer and shall be physically 
at the Project Site whenever Work is in progress.  The QC Engineer will be 
in charge of the Contractor’s Quality Control program for this Project.  All of 
the Contractor’s submittals for approval shall be reviewed and modified or 
corrected as needed by him/her or authorized assistants and approved 
prior to forwarding of such submittals to the Contracting Officer.  The QC 
Engineer may designate some of his/her responsibilities to another 
qualified person who shall be approved in advance by the Contracting 
Officer. 

 
D. The person or organization responsible for measuring the effectiveness of 

the CQC Plan shall be designated and shall have direct access to 
responsible management at a level able to take appropriate action. 

 
E. Staff shall be maintained under the direction of the QC Engineer to perform 

all Quality Control activities.  The actual number of the staff during any 
specific work period may vary to cover work phase needs.  The personnel 
of this staff shall be fully qualified by experience and technical training to 
perform their assigned responsibilities and shall be directly hired by and 
work for the Contractor. 

 
3.4 NOTIFICATION OF NONCOMPLIANCE 

A. The Contractor shall establish and document a system to control services 
or activities which do not comply with the Contract Requirements.  The 
system shall provide for prompt noncompliance as well as notification to 
affected organizations.  The system shall provide for immediate action to 
withhold Work until disposition is determined.  The responsibility and 
authority for the disposition of non-compliances shall be clearly defined.  
Non-complying conditions can be resolved by requesting a modification or 
shall be reviewed, re-tested, and re-inspected and then accepted or 
rejected in accordance with documented procedures as required.  All non-
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complying conditions shall be clearly identified as to non-complying status, 
segregated from acceptable sample, analysis, and test results. 

 
B. The Contracting Officer will notify the Contractor of any noncompliance with 

the Contract Requirements.  The Contractors shall, after receipt of such 
notice, immediately take corrective action.  Such notice, when delivered to 
the Contractor or his/her representative at the Site, shall be deemed 
sufficient for the purpose of notification.  If the Contractor fails or refuses to 
comply promptly, the Contracting Officer may issue an order stopping all or 
part of the Work until satisfactory corrective action has been taken.  No part 
of the time lost due to any such stop orders shall be made the subject of 
claim for extension of time or for excess costs or damages by the 
Contractor. 

 
C. The corrective action shall not simply be limited to the specific local 

condition at hand, but must address itself to system non-compliance’s that 
may be the contributing factor resulting in the deviation or non-
compliance’s.  The cause of adverse conditions, therefore, shall be 
determined and corrective action shall be made in the system to preclude 
recurrence of non-compliances.  A description of the adverse condition, its 
cause and corrective action shall be documented and reported to 
appropriate levels of management. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings. 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 

A. Procedures 
 

When testing is required by the Contracting Officer or by the Technical 
Specification, the Contractor shall establish a test program to assure that all 
required testing is properly identified, documented and performed under 
suitable environmental conditions including cleanliness, and shall be 
performed in accordance with written test procedures.  Test procedures 
shall incorporate or reference the requirements as contained in Technical 
Specifications, codes, standards, and Federal, State, and Local regulations.  
The Contractor shall submit the test procedures to the Contracting Officer 
for review and acceptance prior to their implementation.  Test procedures 
shall contain the following information at a minimum: 
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1. Test objective; 
 

2. Reference to tests being conducted by qualified personnel trained in the 
proper application and use of various instruments and methods 
involved; and 

 
3. Reference to use of calibrated instrumentation, appropriate and 

adequate test equipment, preparation conditions and items to be tested. 

 
A. Sufficient records shall be prepared by the Contractor as Work is performed 

to furnish documentary evidence of the quality of construction and 
laboratory analysis and of activities affecting quality.  Records shall be 
consistent with applicable portions of the Contract. 

 
B. The records shall include the results of review, inspections, tests, 

monitoring of work performance, and laboratory analysis.  The records shall 
also include, as appropriate, closely related data such as qualifications of 

 
B. Testing 

 
The Contracting Officer will have the right of access to check laboratory 
equipment in the proposed laboratory for compliance with the standards set 
forth in the Technical Specifications and to check the testing procedures 
and techniques.  The acceptability of the proposed laboratory shall be 
subject to compliance with the specific criteria listed in this Section. 

 
C. Testing Equipment 

 
All test and measuring equipment shall be individually identified, calibrated, 
and maintained at prescribed intervals or prior to use, and be traceable to 
certain equipment having known valid relationships to nationally recognized 
standards (i.e. National Bureau of Standards).  If no national standards 
exist, the basis for calibration shall be documented.  Equipment shall be 
marked to indicate calibration status.  Records shall be maintained which 
include information specific to individual equipment, date of last calibration, 
by whom it was calibrated and the next calibration due date. 

 
4.3 COMPLETION INSPECTION 
 
At the completion of all Work, the QC Engineer shall conduct an inspection of the Work 
and develop a “punch list” of items which do not conform to the approved Contract 
Drawings and Technical Specifications.  Such a list of deficiencies shall be included in 
the Quality Control documentation, and shall include the estimated date by which the 
deficiencies will be corrected.  The QC Engineer or staff shall make a second inspection 
to ascertain that all deficiencies have been corrected and so notify the Contracting 
Officer.  These inspections and any deficiency corrections required by this paragraph will 
be accomplished within the time stated for completion of the entire Work or any 
particular increment thereof if the Project is divided into increments by separate 
completion dates. 
 
4.4 SUPERVISION AND TESTING RECORDS 
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personnel, procedures and equipment, and other documentation required 
by applicable parts of this Technical Specification and the Contract.  
Inspection and test records shall, at a minimum, identify the date of 
inspection or test, the inspector or data recorder, the type of observation, 
the results, the acceptability, and the action taken in connection with any 
deficiencies noted.  Required records shall be identifiable, meaningful and 
maintained in an appropriate manner. 

 
C. The Contractor shall maintain current records of quality operations, 

activities, and tests performed including the Work of Suppliers and 
Subcontractors.  These records shall be of an acceptable form and indicate 
a description of trades working on the Project, the numbers of personnel 
working, the weather conditions encountered, any delays encountered and 
acknowledgment of non-compliance’s noted along with corrective actions 
taken on current and previous non-compliance’s.  In addition, these records 
shall include factual evidence that required activities or test have been 
performed, including but not limited to the following: 

 
1. Type and number of control activities and test involved; 

 
2. Results of control activities or tests, with authorized signature; 

 

F. The CQC Plan shall include written procedures for the storage of Quality 
Assurance records prior to the time of turnover to the Contracting Officer. 

 

 

 

 
3. Nature of non-compliance’s, causes for rejection, etc.; 

 
4. Proposed corrective action; and 

 
5. Corrective action taken. 

 
D. These records shall cover both complying and defective or non-complying 

features and shall include a statement that supplies and materials 
incorporated in the Work comply with the Contract.  Legible copies of these 
records shall be furnished to the Contracting Officer. 

E. Records shall be readily retrievable.  All records shall be available for 
inspection and audit, at any time, by the Contracting Officer. 

 

 
G. All of the above items related to this Section shall be documented in the 

Daily Quality Control Report to be prepared and signed by the QC 
Engineer. 

 
 

 

***END OF SECTION*** 
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SECTION 01430 
 

FIELD SAMPLING, ANALYSIS, AND DATA EVALUATION 
 

PART 1. GENERAL 

1.1 DESCRIPTION 

 

 
1.2 REFERENCES AND RELATED SECTIONS 

ENVIRONMENTAL PROTECTION AGENCY (EPA) 

 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 01300 Submittals 

 
PART 2. PRODUCTS 
 

 

 
A. The Contractor has no responsibility for field sampling, analysis, or data 

evaluation.  The field sampling, analysis, and data evaluation are the 
responsibility of the Navy.  The Contractor shall provide all materials, labor, 
and equipment to assist the Navy with the field sampling. 

B. This section describes the technical requirement for field sampling, analysis 
and data evaluation activities associated with off-site disposal of 
construction debris, such as demolished buildings, forms, and skeet range, 
and material generated during clearing and grubbing activities. 

 
C. The object of this Specification is to ensure that all the appropriate material 

has been removed from the areas for off-site disposal. 

 
The publications listed below form a part of this Specification to the extent referenced. 
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 

 
EPA-600/2-80-018 Samplers and Sampling Procedures for 

Hazardous Waste Streams 
EPA-600/4-84-043 Soil Sampling Quality Assurance User’s 

Guide 

 

 Section 01320 Submittal Register 
 Section 01400 Construction Quality Control Plan 
 Section 02250 Off-Site Transportation and Disposal 
  
1.3 SUBMITTALS 
 
No submittals are required of the Contractor.  However, since the Contractor will be 
assisting the Navy with the field sampling, analysis, and data evaluation, the Contractor 
shall review the Field Sampling and Analysis Plan to be supplied by the Navy. 

Not used. 
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PART 3. EXECUTION 
 
3.1 SAMPLING 
 
The Contractor shall assist the Navy with the field sampling in accordance with the 
Navy’s Field Sampling and Analysis Plan 

 
3.2 SAMPLE ANALYSIS AND DATA EVALUATION 
 
The Navy is responsible for sample analysis and data validation.  
 
PART 4. FIELD SUPERVISION AND TESTING 
 
Not used. 
 
 
 
 
 

***END OF SECTION*** 
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SECTION 01565 
 

a. Contractor’s and Contracting Officer’s Field Offices; 

 

TEMPORARY FACILITIES AND ENVIRONMENTAL CONTROLS 
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. The Contractor shall provide all materials, labor and equipment necessary to 
execute the Work contained in these Technical Specifications and as shown on the 
Contract Drawings. 

 
B. This Section includes furnishing, installing, operating, and maintaining the following 

temporary facilities, controls and utilities in order to create safe and adequate 
working conditions at the Site throughout the progress of the Work and as long as 
needed. 

 
1. Facilities: 

 

 
b. Equipment Storage; 

 
c. Storage Areas; and 

 
d. Fences and barriers. 

 
2. Utilities: 

 
a. Electricity and lighting; 

 
b. Telephone service; 

 
c. Water supply; and 

 
d. Sanitary facilities. 

 
C. For the purpose of this Section, environmental protection is defined as the 

retention of the environment in its natural state to the greatest extent possible 
during project construction and to enhance the natural appearance in its final 
condition.  Environmental protection requires consideration of air, water, and land 
resources and involves noise, solid waste management and management of other 
pollutants.  In order to provide for abatement and controls of any environmental 
pollution arising from the construction activities in performance of this Contract, the 
Contractor shall comply with all applicable or relevant and appropriate Federal, 
State, and Local laws. 

D. The Contractor shall be responsible for designing, furnishing, and installing all 
temporary site facilities for the performance of the Work contained in these 
Technical Specifications and on the Contract Drawings. 
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E. The Contractor shall provide and maintain all temporary environmental controls as 
necessary for protection of the environment throughout the performance of the 
Work of this Project. 

 
F. The Contractor shall remove all temporary environmental controls and restore 

disturbed areas as the Work progresses and when the need for such controls are 
gone. 

 
G. The Contractor shall provide and maintain proper barricades and warning sings at 

all closures, holes, hazards, material stockpiles and equipment storage areas. 
 

1.2 REFERENCES AND RELATED SECTIONS 
 

The publications listed below form a part of this Specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  In the case of contradiction, 
the most stringent code applies. 

 
NFPA 70  (1990) National Electrical Code 

Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 

Section 01010 Summary of Work 

Section 02250 Off-Site Transportation and Disposal  
Section 02324 Site Access Roads 

 

 
The following items shall be submitted in accordance with Section 01300, “Submittals”: 

B. Temporary Electric Supply and Lighting: source point, layout locations, fixtures and 
materials; 

C. Sketch of the proposed temporary electrical system including metering; 

D. Water supply and sanitary facilities: source point, layout locations, fixtures, 
materials and methods of disposal; and 

E. The Contractor shall submit a work plan to the Contracting Officer for approval 
prior to starting any field activities.   The temporary environmental controls shall be 
described in the work plan. 

 

 
NATIONAL FIRE PROTECTION AGENCY (NFPA) 

 

 

Section 01019 Mobilization and Demobilization 
Section 01300 Submittals 
Section 01320 Submittal Register 

1.3 SUBMITTALS 

 
A. Buildings/Trailers: floor plans, materials of construction and siting locations; 
 

 

 

 

 

Section 02240 Erosion and Sediment Control 
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PART 2. PRODUCTS 
 

2.1  MATERIALS 
 

 
B. All materials used as tenting for temporary heated enclosures where oil-fired or gas 

temporary heaters are used will be of fire resistant materials.  Clear polyethylene 
plastic materials or similar material will be permitted. 

 
2.2 CONTRACTING OFFICER’S FIELD OFFICE 

 
A. The field office shall be a trailer approximately 10 feet x 30 feet and shall be for the 

exclusive use of the Contracting Officer throughout the period of construction.  The 
office trailer shall be weathertight, have a tight floor not less than 8 inches off the 
ground and shall be insulated with rigid insulation board not less than ½ inch thick 
and suitable ventilation.  The office shall have at least three screened windows 
capable of being opened, a screen door and a solid door provided with a cylinder 
lock and three keys.  The office shall be provided with weekly janitorial services, 
trash services, heating and air conditioning equipment, electrical wiring, outlets, 
and fixtures suitable to light the tables and design adequately as directed. 

 
B. The office shall have the following furniture and equipment: 
 

1. One plan table, 3 feet x  5 feet and one stool; 
 

2. One desk, 3 feet x 5 feet with desk chair; 
 

3. Six additional chairs; 

4. Plan rack, as directed; 
 

5. Shelves, as directed; 
 

6. Four-drawer filing cabinet with lock; 
 

8. Air conditioner (12,000 Btu); 

9. Duplicating machine (Xerox Model 1025 I or equal); 

10. Two 6 foot long conference tables; 

11. Twelve folding chairs; 

12. First Aid kit suitable for ten people; 

A. All materials shall be suitable for their intended use and shall conform to applicable 
codes and standards.  Manufacturer’s requirements shall be strictly adhered to.  
Recycled (post-consumer) materials may be used provided that they are sound 
and capable of performing their intended function. 

 

7. Coat rack and hooks; 
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13. Phone, fax, and modem; 
 

14. Water cooler, water and cups (10 gallons per week for project duration); and 

15. Trash cans. 

C. The Contractor shall supply all fuel for heating and pay electric bills.  All equipment 
shall be supplied and maintained by the Contractor and returned to the Contractor 
upon project closeout. 

 
2.3 FACILITY REQUIREMENTS 

A. Prior to the installation of offices and storage sheds, the Contractor shall consult 
with the Contracting Officer in regard to location, access, and related facilities.  All 
building and trailers other than storage sheds shall be provided with the following 
minimum requirements: 

1. Lighting – Lighting shall be electric, non-glare type producing a minimum 
illumination level of 50-candles measured at desk height; 

 
2. Heating and Cooling – Heating and cooling shall be capable of maintaining 

ambient temperatures within the structure of 70 oF); 

3. Potable bottled water; 

4. Fire Extinguisher – Fire extinguishers shall be non-toxic dry chemical type, UL-
approved for Class A, B, and C fires (minimum rating of 2A, 10B, and 10C) and 
shall comply with NFPA 10 and 241 for classification, extinguishing agent, size 
required by location, and class of fire exposure; and 

 

 

 

 

 

 

 

 

 

 

 

oF (+/- 3 
 

 

5. Telephone – Separate telephone lines shall be supplied for each of the 
temporary offices and for modems. 

B. The Contractor shall be responsible for providing a weekly janitorial service for 
each of the temporary offices. 

C. Facilities shall be structurally sound and weathertight, with floors raised above the 
ground and open to allow free circulation of air beneath the facility. 

D. At the Contractor’s option, portable or mobile facilities may be used as on-site 
project facilities. 

E. Contractor living quarters will not be established on-site. 

F. Upon completion of the Work contained in these Technical Specifications and as 
shown on the Contract Drawings and receipt of final acceptance of the Work by the 
Contracting Officer, it shall be the Contractor’s responsibility to remove all trailers 
and equipment from the premises, leaving the premises clean and free from 
nuisance. 
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PART 3. EXECUTION 

3.1 REGULATORY REQUIREMENTS 

A. The Contractor shall furnish electricity and lighting in accordance with all Local, 
State, and Federal regulations as well as the local utility company requirements.  
All Work shall be in accordance with the National Electrical Code. 

B. Sanitary facilities, and disposal of sanitary wastes furnished by the Contractor shall 
be in accordance with State and Local regulations. 

3.2 CONTRACTOR RESPONSIBILITY 

A. The Contractor shall operate and maintain all equipment and systems in a manner 
to ensure that necessary services are provided without disruption. 

B. The Contractor shall be responsible for all electrical charges including source 
connection, installation, service charges and shut-off. 

C. The Contractor shall be responsible for all telephone charges including installation, 
service charges, and discontinuance. 

3.3 ELECTRICAL SERVICE 

A. The Contractor shall provide extensions to existing power drops for necessary 
temporary electrical power, including temporary wiring, distribution and safety 
inspections. 

B. Lock-out/Tag-out procedures shall be followed as appropriate during electrical 
work. 

3.4 SANITARY WASTE SYSTEM 

A. The Contractor shall provide self-contained, single occupant toilet units of the 
chemical type to minimize potable water requirements, properly vented and fully 
enclosed in fiberglass or other approved non-absorbent shell.  

B. The units shall be properly secluded from public view and maintained by the 
Contractor in such a manner as specified or approved by the Contracting Officer. 

C. The units shall be maintained by the Contractor at all times without nuisance. 

D. The wastes from sanitary facilities shall be collected in holding tanks, either 
stationary or tank trucks of suitable size, for subsequent transfer to an off-site 
disposal facility by the Contractor in accordance with Section 02250, “Off-Site 
Transportation and Disposal.” 

 

 

 

 

 

 

 

 

 

 

 
C. Upon completion of the Work contained in these Technical Specifications and as 

shown on the Contract Drawings and receipt of final acceptance of the Work by the 
Contracting Officer, it shall be the Contractor’s responsibility to remove the 
temporary electrical service from use. 
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E. Upon completion of the Work contained in these Technical Specifications and as 

shown on the Contract Drawings and receipt of final acceptance of the Work by 
the Contracting Officer, it shall be the Contractor’s responsibility to remove the 
conveniences from the premises, leaving the premises clean and free from 
nuisance. 

3.5 ADDITIONAL TEMPORARY FACILITIES 

A. Additional temporary facilities shall be provided by the Contractor in accordance 
with the Health and Safety Requirements as per Section 01155. 

A. The Contractor shall supply a temporary field office for his/her own use and shall 
be established on the Job Site where approved or directed by the Contracting 
Officer.  The field office shall be adequately furnished to conduct everyday site 
operations, maintain record documents and shall be maintained in a clean and 
orderly condition by the Contractor.  The Contractor and his/her representative 
shall be present in the field office at all times while the Work is in progress.  
Instructions received there from the Contracting Officer shall be considered as 
delivered to the Contractor. 

B. The Contractor shall provide portable UL-rated, Class A fire extinguishers for 
temporary offices and similar spaces. 

3.7 FLOOD / STORM WATER RUNOFF CONTROL 

A. Flood/storm water runoff control shall be performed in accordance with Section 
02240, “Erosion and Sediment Control.” 

B. Site inspections before and after storm events shall be routinely conducted by the 
Contractor.  The Contractor shall provide storm water control and conduct 
inspections in the construction areas.  As requested by the Contracting Officer, the 
Contractor shall prepare inspection reports following storm events. 

C. The Contractor shall furnish all equipment necessary to handle all water, sewage, 
storm, seepage, surface and flood flows which may be encountered at any time 
during construction. 

 
D. The Contractor shall divert any storm water away from the active on-site 

construction areas toward existing drainage features. 

E. The Contractor shall place bale dikes, sandbags and earth berms to effectively 
direct runoff to the nearest drainage course when rainfall is anticipated during 

 

 

 
B. The decontamination pad (if necessary) shall be large enough to fully contain the 

largest vehicle used by the Contractor requiring decontamination and shall be able 
to sustain routine traffic without damage to the impermeable containment structure.  
The facility shall have a positive drainage to a sump facility with adequate capacity 
for a full day’s decontamination activity. 

 
3.6 CONTRACTOR TEMPORARY OFFICES 
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construction.  If the Contractor constructs earth berms, the berms will be 
compacted by earth-moving equipment.  The Contractor shall also place rock 
check dams in earthen and/or concrete ditches, as necessary, to mitigate erosion. 

 

G. The Contractor shall supply, operate, and maintain pumping or de-watering 
equipment necessary to maintain all excavations free of standing water. 

 
H. Upon completion of the Work contained in these Technical Specifications and as 

shown on the Contract Drawings and receipt of final acceptance of the Work by the 
Contracting Officer, it shall be the Contractor’s responsibility to remove all 
flood/storm run off control measures from the premises, leaving the premises clean 
and free from nuisance. 

 
3.8 DUST CONTROL 

 
A. The Contractor shall take all necessary precautions and furnish all equipment 

required to execute Work by methods to minimize raising dust from construction 
operations. 

 
B. The Contractor shall be responsible for providing the means to prevent air-borne 

dust from dispersing into the atmosphere. 
 
C. Whenever directed by the Contracting Officer, the Contractor shall be responsible 

for providing a source of water for immediate application as a means to control 
dust at locations and in such quantities and frequencies as required to prevent dust 
from becoming a nuisance to the surrounding area. 

 
D. All dust control measures shall be subject to acceptance by the Contracting Officer. 
 

3.9 EROSION AND SEDIMENT CONTROL 
 

A. The Contractor shall minimize erosion of exposed soil surfaces during construction 
and install permanent erosion control measures as defined in Section 02240, 
“Erosion and Sediment Control.”  As practical, the Contractor shall disturb only 
small portions of the construction area at any given time to minimize soil loss.  The 
Contractor will complete clearing, grubbing, and grading as soon as possible.  If 
possible, the Contractor shall seed areas in stages as Work progresses. 

 
3.10 POLLUTION CONTROL 
 

A. The Contractor’s construction and related activities shall prevent entrance of 
contaminants, debris and other objectionable pollutants and wastes in to streams 

F. All locations of storage or material stockpiles shall be graded with a positive slope 
to promote run-off and shall be protected from puddling or running water by the use 
of water barriers as required to protect the Site from soil erosion. 

 

 
B. For temporary sedimentation control during construction, the Contractor shall 

install silt fences.  During or in preparation for storm events, the Contractor may 
also place straw bales or sand dikes to limit soil loss and to facilitate surface water 
drainage as requested by the Contracting Officer. 
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and underground water sources.  Pollutants and wastes shall be disposed in 
accordance with applicable permit provisions or in a manner approved by the 
Contracting Officer. 

 
B. Petroleum products used for equipment shall be stored in such a way as to prevent 

contamination of soil or ground and surface waters. 
 
3.11 SAFETY EQUIPMENT 

 
The contractor shall provide and install first aid kits and other safety equipment for its 
employee’s use in readily accessible locations and in accordance with the requirements of 
OSHA and the HASP. 

 
3.12 FIRE EXTINGUISHERS 

 
The Contractor shall provide fire extinguishers of the type and capacity required by pertinent 
safety and other regulations to protect the Site and ancillary facilities in the vicinity of the Work.  
Fire extinguishers shall be place in readily accessible locations. 

 
3.13 WARNING DEVICES AND BARRICADES 

 

3.14 HAZARDS IN PUBLIC RIGHT-OF-WAY 
 

The Contractor shall have the responsibility of covering with appropriate steel plates and 
supports, all trenches, excavated areas, open holes, and depressions occurring as part of the 
Work.  The Contractor shall also mark, at reasonable intervals, all trenches, excavated areas, 
open holes, and depressions by placing traffic cones or posting warning lights at areas of public 
access or adjacent to public access points.  Warning lights shall be operational during the hours 
from dusk to dawn each day and as otherwise required. 

 
3.15 TRAFFIC REGULATION AND CONTROL 

 
A. Vehicular Flow 
 

The Contractor shall maintain vehicular traffic flow on roads used to access the 
Site during the progress of the Work.  The Contractor shall erect caution signs 
along both directions of all roads used to access the Site warning of slow-moving 
construction traffic entering and exiting the Site.  The signs shall be constructed 
and located as prescribed by Freehold Township.  Such warning signs shall be 
covered or removed as soon as they have served their purpose. 

 
 
 
 

For the duration of construction activities, the Contractor shall provide and maintain warning 
signs and devices, and, where necessary, physical barriers/barricades necessary for the 
protection of persons and property in accordance with all safety and other regulations.  All 
structures, utilities, sidewalks, pavements, and other facilities shall be protected from damage 
caused by settlement, lateral movement, washout, and other hazards created by the operations 
of the Contract Work. 
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B. Site Entrance 
 

During operations involving access road construction at the Site entrance, the 
Contractor shall provide signs, equipment and personnel to protect and regulate 
traffic in accordance with Freehold Township regulations. 

 

A. The Contractor shall provide and maintain temporary roadways necessary to 
carryout construction operations in a clean, dust-free and driveable condition.  The 
Contractor shall exercise caution in operating machinery at the Site, maintaining 
safe overhead clearance from power lines at all times. 

 
B. The Contractor shall extend and relocate roadways, as required as the Work 

progresses and shall provide detours necessary for unimpeded site operation and 
traffic flow. 

 
3.17 PROJECT SECURITY 

 
The Contractor shall provide for the protection of the Work from fire, theft, and vandalism and 
for the protection of the public from injury in the Work Area.  The Contractor shall also be 
responsible for maintaining a site security fence during the course of the Work. 

 
3.18 RECORDING AND PRESERVING HISTORICAL AND ARCHAEOLOGICAL FINDS 

 
All items having any apparent historical or archaeological interest which are discovered in the 
course of any construction activity shall be carefully preserved.  The Contractor shall leave the 
archaeological find undisturbed and shall immediately report the find to the Contracting Officer 
so that the proper authorities may be notified. 

 
3.19 PROTECTION OF WATER RESOURCES 

 
A. The Contractor shall not pollute any streams, rivers, or waterways with fuels, oils, 

bitumens, calcium chloride, acids, insecticides, herbicides or other harmful 
materials.  The Contractor shall comply with all applicable or relevant and 
appropriate Federal and State laws. 

 
B. Disposal of any debris resulting from the Contract Work and any wastes, effluents, 

trash, garbage, oil, grease, chemicals, etc., in or adjacent to the Work Area is not 
acceptable. If any waste material is dumped in unauthorized areas, the Contractor 
shall remove the material and restore the area to its original condition.  If 
necessary, contaminated areas shall be excavated, disposed of as directed by the 
Contracting Officer, replaced with suitable fill material, compacted and finished with 
top soil, and planted as required to reestablish vegetation or otherwise restored to 
a useable condition as directed by the Contracting Officer and at no additional cost 
to the Navy. 

3.16 ACCESS ROADS 
 

 
C. All contaminated debris resulting from the construction activities of this Contract 

shall be disposed of in accordance with all applicable or relevant and appropriate 
Local, State, and Federal laws and Section 02250, “Off-Site Transportation and 
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Disposal.”  Such materials shall be removed from the Site before the date of 
Project Closeout. 

 
PART 4. FIELD SUPERVISION AND TESTING 

 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings. 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
The Contractor, at the discretion of the QC Engineer, shall perform QC testing as specified in 
the CQC Plan. 
 

 
 

 
 

*** END OF SECTION *** 
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SECTION 01700 
 

1. Contract Drawings; 
 

2. Technical Specifications; 
 

 
4. Design Changes, Clarifications, Change Orders and other modifications to the 

Contract; 

PROJECT CLOSEOUT AND RECORD DOCUMENTS 
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A.  This Section includes procedures for closeout at the completion of the Contract 
and for maintaining Record Documents. 

 
B. The Work shall be determined to be complete in accordance with the acceptance 

criteria outlined in this Section.  This Section includes descriptions of specific 
inspection and verification methods that shall be performed prior to the completion 
of Work.  All acceptance and testing requirements described in this Section shall 
be addressed prior to the Contractor’s demobilization and final acceptance of the 
Work by the Contracting Officer.  The Contractor shall maintain and protect his/her 
Work in good condition until formal acceptance. 

 
C. The Contractor shall maintain, on-site, Record Documents for the Contracting 

Officer.  Record Documents consist of one copy of the following: 
 

3. Addenda; 

 
5. Contracting Officer’s field orders or written instructions; 

 
6. Daily Construction Quality Control Reports; 

 
7. Health and Safety Monitoring Logs; 

 
8. Meeting Logs; 

 
9. Monitoring Equipment Calibration Logs; 

 
10. Request for Information; 

 
11. Field test records; 

 
12. Laboratory test records; 

 
13. Inspection records and material certifications; 

 
14. Construction photographs; 
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15. Record mylars of submittals; and 
 

16. Safety, Health and Emergency Response Plan. 
 
1.2  RELATED SECTIONS 

 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 

 

Section 01200 Construction Meetings 
Section 01300 Submittals  
Section 01320 Submittal Register  
Section 01350 Construction Photographs 

 

 

 

 

 

 

 

 
E. The Contractor shall provide all submittals to the Contracting Officer that are 

required by governing or other authorities. 

Section 01400 Construction Quality Control 

 

A.  The Contractor shall submit written certification that the Contract Documents have 
been reviewed, the Work has been inspected, and that the Work is complete in 
accordance with the Contract Documents and ready for final inspection by the 
Contracting Officer. 

B.  The Contractor shall submit documentation of lien releases from Subcontractors 
and Suppliers documenting payment to Subcontractors and Suppliers for all Work 
performed under this Contract. 

C. The Contractor shall demonstrate to the Contracting Officer that all equipment and 
materials are operational and are installed in a satisfactory condition.  At minimum, 
the Contractor shall provide for the following inspections and verifications prior to 
acceptance of the Work: 

1. Verify that the caps are installed to the correct final elevations in accordance 
with these Technical Specifications and as shown on the Contract Documents; 

2. Verify that site cleanup has been performed satisfactorily; and 

3. Verify that all materials provided for the Work are in accordance with the 
Contract Documents. 

D. The Contractor shall submit to the Contracting Officer all necessary and completed 
Record Documents and manuals containing Manufacturer’s equipment operating 
instructions for all equipment furnished in accordance with these Contract 
Documents. 

 
F. The Contractor shall submit final Application for Payment identifying total adjusted 

Contract Sum, previous payments, and sum remaining due.  The Contractor shall 

Section 01010 Summary of Work 

Section 01430 Field Sampling, Analysis and Data Evaluation 

1.3  SUBMITTALS 
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use a form approved by the Contracting Officer.  Payment for final project 
application will not be made until all Record Documents, warranties, guarantees, 
submittals and similar documents have been received and approved by the 
Contracting Officer. 

 
1.4 RELEASE OF LIENS AND CONSENT OF SURETY 

No application for final payment will be accepted until satisfactory evidence of Release of Liens 
and Consent of Surety to Final Payment has been submitted to the Contracting Officer. 

1. The Contractor shall provide and maintain a complete and accurate set of As-
Built Drawings continuously as the Work progresses.  A separate set of prints, 
for this purpose only, shall be kept at the Job Site at all times. 

 

 
1.5 MANUFACTURERS’ EQUIPMENT OPERATING INSTRUCTIONS / WARRANTIES 
 
The Contractor shall submit to the Contracting Officer a final Manufacturers’ Equipment 
Operating Instruction Manuals and Warranties (if applicable) in accordance with Section 01300, 
“Submittals.” 
 
1.6 MAINTENANCE OF DOCUMENTS 
 

 

A. Drawings 
 

 
2. The Contractor shall indicate clearly and correctly all Work installed differently 

from that shown and shall keep records up-to-date as the Work progresses.   
 

3. All deviations from the Contract Drawings, exact locations of permanent 
property markers or monuments, all utilities and services, details and other 
Work shall be finally incorporated on this reproducible set. 

 
4. During the course of construction, actual locations to scale shall be identified 

on the As-Built Drawings for all Work. 
 

5. No Work shall be permanently concealed until the required information has 
been recorded. 

 
6. Where the Drawings are not of sufficient size, scale or detail, the Contractor 

shall furnish his/her own drawings for incorporation of details and dimensions. 

A.  The Contractor shall store documents in his/her field office, apart from those 
documents used for construction purposes. 

B. The Contractor shall maintain documents in a clean, dry, legible condition and in 
good order.  The Contractor shall not use Record Documents for construction 
purposes. 

 
C. The Contractor shall make documents available at all times for inspection by the 

Contracting Officer. 
 
1.7 AS –BUILT DRAWINGS 
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7. The final record set of As-Built Drawings shall be signed and dated by the 

Contractor, and shall be delivered to the Contracting Officer, prior to the 
Contracting Officer’s acceptance of the Work. 

 
B. Design Changes 
 

1. Any changes to the design shall be tracked through the Design Change Review 
(DCR) process.  Changes may be proposed by the Contractor, the Engineer, or 
the Contracting Officer via memoranda, addenda, or Change Order.  When a 
proposed change is submitted to the Contracting Officer for review, the 
Contracting Officer will assign a unique tracking number to be used by the 
Contractor when referencing design changes on the As-Built Drawings and 
Specifications.  The Contracting Officer, Contractor, Engineer, and other 
appropriate governing agencies if applicable must approve design changes 
prior to its implementation.  The Contractor will incorporate approved design 
changes along with the effective date on the working As-Built Drawing set and 
in red-lined Specifications. 

 
2. When revised Drawings are issued as the basis of or along with Addenda, 

these revised Drawings shall be incorporated into the Record Drawing set with 
appropriate annotations.  The Contractor will furnish the Contracting Officer 
with computer files containing the revised Drawings, if requested. 

C. Shop Drawings 

D. Upon completion of the Work and before application for final payment is made, the 
Contractor shall furnish to the Contracting Officer a complete set of Record 
Drawings.  Such Drawings shall be acceptable to and approved by the Contracting 
Officer before final payment is made to the Contractor. 

 

 
1.  One complete set of reviewed Shop Drawings, product data and samples shall 

be collected and maintained for record purposes. 
 

2.  Shop Drawings shall be filed and maintained separate from Contract Drawings.  
Shop Drawings shall be filed in file folders to the greatest extent possible and 
shall be indexed in accordance with the Technical Specification-Division 
Format. 

 
3. Shop Drawings shall be delivered in new paperboard boxes manufactured 

specifically for the storage of file folders.  Boxes shall have covers and cutout 
handles and shall be accurately identified as to the contents. 

 

 
1.8 RECORD SPECIFICATIONS 
 

 

 

A. Construction Specifications 

1. The Technical Specifications for record purposes shall be filed in a large, 3-ring 
binder(s). 
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2.  Design Changes shall be recorded in the Technical Specifications in blank 
area, such as page margins or on the backs of opposite pages, or on separate 
sheets inserted into the binder(s).  All such information, changes, and notes 
shall be recorded with red pen or pencil.  Information shall include DCR 
number and effective date.  Complete DCR documentation shall be maintained 
with the red-lined Technical Specifications. 

 
3.  The Contractor shall include in the red-lined Technical Specifications a list of 

the materials and products used for the Work.  The list shall reference the 
applicable Specification Section(s), the product name, and the name and 
address of the Supplier. 

 
4.  Once the Work is completed, the Contractor shall prepare electronic files of 

red-lined Technical Specifications using strikeouts for items deleted or note 
used and bold type for additions or changes.  The DCRs shall be annotated in 
the margins of red-lines Specifications. 

 

 

 
b) Changes made by field order or by Change Order; and 

c) Details not on original Contract Drawings. 

 
 

B. Requests for Information (RFIs) and Design Change Reviews (DCRs) 

1. Relevant RFIs and RFI responses, DCRs and other project memoranda shall 
be incorporated into the back of the red-lined Technical Specifications book in 
chronological order.  The Contractor shall use appropriate page dividers to 
identify attachments to the red-lined Technical Specifications. 

 
2. In addition, the changes to the Technical Specifications effected by the RFIs 

and/or the DCRs shall be annotated on the affected page or pages of the 
Technical Specifications, or adjacent thereto. 

 
1.9 RECORDING 
 

A. The Contractor shall perform the following: 
 

1.  Label each document “Project Record” in neat, large printed letters. 
 

2. Record information concurrently with construction progress. 
 

The Contractor shall not conceal any Work until required inspections or other 
information is observed or recorded. 

 
3. Legibly mark Drawings to record actual construction: 

 
a) Dimension and detail field changes; 

 

 
4. Legibly mark each Section of the Technical Specifications and Addenda to 

record changes made by field order or by Change Order. 

 01700-5



Contract No. N62472-99-D-0032 

1.10 DOCUMENT SUBMITTAL 
 

 

 
D. Record Documents shall be delivered neatly and efficiently. 

 
E.  Submission of Record Documents shall be accompanied with a transmittal letter, in 

triplicate, containing the following information: 
 

 

 
5. Certification that each document as submitted is complete and accurate; and 

PART 2. PRODUCTS 

PART 3. EXECUTION 
 
Upon completion of the Work, a final walk-through will be conducted by the Contracting Officer 
and the Contractor to verify that all Work is complete in accordance with all Contract 
Documents.  All deficiencies shall be noted and all defects shall be repaired to meet the 
Contract Documents, otherwise the Work will not be considered complete. 

4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings.  Upon final inspection, the QC Engineer 
shall prepare documentation of compliance with Contract Documents. 

 

A. All document submittals shall be in accordance with Section 01300, “Submittals.” 
 

B. At the completion of all Work, and before submitting the application for final 
payment, the  Contractor shall deliver Record Documents to the Contracting 
Officer.  Multiple copies of the As-Built Drawings and red-lined Technical 
Specifications shall be submitted as required by the Contracting Officer. 

C. The Contractor shall submit full-sized black-line prints along with electronic files as 
requested by the Contracting Officer. 

 

3.  Contractor’s name and address; 
 

4.  Title and number of each Record Document (shop Drawings may be grouped 
in basic categories or divisions of Work); 

 
6. Signature of Contractor or Contractor’s authorized representative. 

1. Date; 

2.  Project Title and Number; 

 

 
The Contractor shall verify that all specified Work had been completed and installed properly. 
 

 
PART 4. FIELD SUPERVISION AND TESTING 
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B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
 

*** END OF SECTION *** 

 

 

C. Upon final inspection, the QC Engineer shall prepare documentation of operability 
of equipment and proper installation. 
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SECTION 02050 
 

DEMOLITION 

 
1.1 DESCRIPTION 

A. This Section describe the requirements for demolition and removal of two existing 
small wood structures and construction debris at Sites 3 and 10 as shown on the 
Contract Drawings or identified herein. 

 

 

 

 
PART 1. GENERAL 

 

B. The Contractor shall be responsible for demolition and removal of existing 
structures except as specified in this Section. 

C. Demolition of buried objects other than those specifically shown on the Contract 
Drawings or otherwise determined in-field by the Contractor and/or the Contracting 
Officer are not included in the Work of this Section and no payment will made be 
therefor. 

 
D. The following words and terms, for the purpose of this Section, have the following 

meanings: 

1. Demolish: shall mean the complete and correct removal of existing structures 
to a point below finished grade as specified on the Contract Drawings. 

 
2. Remove: shall mean the complete and correct removal of portions of existing 

structures or utilities, above or below grade, as specified on the Contract 
Drawings. 

 
3. Abandon: shall mean the complete and correct removal of existing utilities from 

service by fully disconnecting from portions of utility remaining in service and 
plugging or capping ends of piping being abandoned as specified on the 
Contract Drawings. 

 
4. Subcontractor: shall mean the entity contracted by the Contractor to perform 

the correct and complete demolition of all structures specified in these 
Technical Specifications and as shown on the Contract Drawings. 

 
5.  Quality Control (QC) Engineer: shall mean the Foster Wheeler employee 

assigned such responsibilities as verifying that all Work of this Section is 
performed in accordance with these Technical Specifications and as shown on 
the Contract Drawings. 

 

 

1.2 RELATED SECTIONS 
 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 

Section 01019 Mobilization and Demobilization 
 Section 01155 Health and Safety Requirements 
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Section 01300 Submittals 
 Section 01320 Submittal Register 

Section 01400 Construction Quality Control 
Section 01430 Field Sampling, Analysis and Data Evaluation 
Section 01575 Temporary Environmental Controls 

 Section 01700 Project Closeout and Record Documents 
 Section 02250 Off-Site Transportation and Disposal 
  
1.3 SUBMITTALS 
 
The Contractor shall submit to the Contracting Officer revised Contract Drawings showing the 
actual locations of demolished buildings, capped utilities and subsurface obstructions in 
accordance with Section 01300, “Submittals” and Section 01700, “Project Closeout and Record 
Documents.” 
 

PART 3. EXECUTION 
 
3.1 SITE CONDITIONS 
 

A. The Contractor shall verify site conditions and make all inspections necessary to 
determine the full extent of the Work required by these Technical Specifications 
and the Contract Drawings.  Discrepancies or inaccuracies that may prevent the 
completion of the Work specified in this Section shall be reported to the QC 
Engineer and resolved prior to the commencement of the Work. 

 

PART 2. PRODUCTS 
 
Not used. 
 

 
B. The Subcontractor shall verify site conditions and make all inspections necessary 

to determine the full extent of the Work required by these Technical Specifications 
and the Contract Drawings.  Discrepancies or inaccuracies that may prevent the 
completion of the Work specified in this Section shall be reported to the QC 
Engineer and to the Contractor and resolved prior to the commencement of the 
Work. 

 
C. The Contractor shall satisfy himself that all items covered specifically or intended 

by this Section have been identified, their quantities understood, and the means to 
execute demolition, removal or abandonment defined. 

D. All temporary barriers shall be provided, erected and maintained by the Contractor 
in accordance with Section 01565, “Temporary Facilities and Environmental 
Controls,” to prevent spread of dusts, odors, and noise to permit continued 
neighbor occupancy and protect the Work Area. 

 
E. The Contracting Officer shall have the responsibility for sampling and analytical 

testing of suspect materials (e.g. materials suspected to contain lead or asbestos) 
prior to the commencement of the Work specified in this Section. 

 
F. If building materials containing lead or asbestos are found, it is the Contracting 

Officer’s responsibility to provide perimeter air monitoring during demolition 
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activities.  It is the responsibility of the Contractor to modify the HASP to reflect the 
new working conditions. 

 
3.2 SITE PREPARATION 
 

A. The Contractor shall verify the location of all underground utilities and pipeline in 
the construction area in accordance with Section 01019, “Mobilization and 
Demobilization” and shall notify utility companies prior to razing operations to 
permit them to disconnect, remove or relocate equipment serving the existing 
facilities. 

 
B. The Contractor and Subcontractor shall verify that utilities and pipelines to be 

removed are de-energized, abandoned, and free of product or waste materials 
prior to the commencement of the Work specified in this Section. 

 
C. The Contractor and Subcontractor shall take precautions to protect from damage 

utilities, monitoring wells, and surface features that are not identified for demolition 
in these Technical Specifications or on the Contract Drawings. 

  
3.3 DEMOLITION AND DEBRIS 
 

A. Buildings, foundations and other structures shall be demolished by methods 
required to complete the Work in accordance with governing regulations and as 
shown on the Contract Drawings. 

 

 
C. Salvage of demolished materials is prohibited except as designated by the 

Contracting Officer. 

B. Pieces of wood, concrete, asphalt, and masonry shall be cut or broken up into 
pieces no greater than three feet in any dimension. 

 
3.4 REPAIRS 
 
The Contractor and Subcontractor shall repair damage caused by demolition work to remaining 
structures, utilities, monitoring wells or other surface features outside the construction limits or 
otherwise designated to remain. 
 
3.5 REUSE OF DEMOLITION DEBRIS 
 

A. Certain debris such as rocks, broken concrete or other solid and durable items may 
be used for general backfilling, drainage control or road base as approved by the 
Contracting Officer. 

 
B. Unless otherwise approved by the Contracting Officer, reuse of demolition debris 

indicated above shall not be used for general backfilling unless materials are 
broken down to less than two inches in maximum dimension and are placed where 
their entire volume is at least five feet below the planned finished subgrade 
surface. 
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3.6 DISPOSAL 
 

A. The Contracting Officer shall be responsible for the characterization sampling and 
analysis of demolition debris slated for off-site transportation and disposal. 

 
B. No open burning of materials is allowed. 

 
C. All debris removed during the demolition operations shall be removed in a manner 

that shall not create a public nuisance nor result in unsightly conditions. 

D. Demolished debris shall be disposed in accordance with Section 02250, “Off-Site 
Transportation and Disposal.” 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that all Work is performed in accordance with the Technical Specifications 
and Contract Documents.   

B. The Contractor shall follow the procedures outlined in the CQC Plan. 

C. The QC Engineer shall verify that all Work of this Section shall conform to the 
requirements of regulatory agencies and utility companies. 

D. The Surveyor shall have the responsibility of verifying the disconnect points of 
utilities on the Contract Drawings. 

E. All construction procedures, workmanship and post-demolition grading shall 
adhere to the requirements set out in these Technical Specifications and on the 
Contract Drawings prior to the Work’s final acceptance by the Contracting Officer. 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

The Contractor, at the discretion of the QC Engineer, shall perform QC testing as specified in 
the CQC Plan. 

 

*** END OF SECTION *** 

 

 
PART 4. FIELD SUPERVISION AND TESTING 
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A. The Contractor shall provide all materials, labor, and equipment to perform the 

Work specified in this Section in accordance with the Technical Specifications and 
Contract Drawings. 

B. This Section covers the Work necessary to remove all deleterious material such as 
grass, roots, trees or other organic vegetative material from the cut and fill areas 
shown on the Drawings.  This Section also covers removal of debris such as 
corrugated metal pipe, concrete sacks, shotcrete channels, and other debris found 
in the limits of Work.  All areas of earthwork shall be cleared, grubbed and stripped 
as shown on the Contract Drawings. 

C. This Work shall also include the preservation from injury or defacement to all 
vegetation and existing objects outside the limits of disturbance, as shown or as 
specified herein. 

D. The Contractor should review with the QC Engineer and the Contracting Officer in 
the field the location, limits, and methods to be used prior to commencing the Work 
under this Section. 

E. The Contractor shall be prepared to perform this Work in conjunction with the 
installation and construction of the other components of the Work. 

1.2 RELATED SECTIONS 

Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 
 
 Section 01019 Mobilization and Demobilization  

Section 01300 Submittals 
Section 01320 Submittal Register 

 Section 02250 Off-Site Transportation and Disposal 
 

 

 

 

SECTION 02231 

CLEARING AND GRUBBING 

PART 1. GENERAL 

1.1 DESCRIPTION 

 

 

 

 

 

 

 Section 01400 Construction Quality Plan 

1.3 SUBMITTALS 

The Contractor shall submit tree wound paint, in cans with Manufacturer’s label, in accordance 
with Section 01300, “Submittals”: 

1.4 DELIVERY, STORAGE, AND HANDLING 

Deliver materials to, store at the Site, and handle in a manner which will maintain the materials 
in their original manufactured or fabricated condition until ready for use. 
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1.5 NOTIFICATIONS 

A. The Contractor shall notify the Contracting Officer a minimum of 7days in advance 
of intention to perform the Work of this Section. 

B. If Work is interrupted for reasons other than inclement weather, the Contractor 
shall notify the Contracting Officer a minimum of 24 hours prior to the resumption 
of Work. 

C. The Contractor shall notify the Contracting Officer at completion of clearing and 
grubbing and prior to start of cut and fill operation.  The Contracting Officer should 
be notified at least 24 hours prior to the date of inspection and shall have final 
approval of the acceptability of clearing and grubbing. 

PART 2. PRODUCTS 

2.1 TREE WOUND PAINT 

Bituminous based paint of standard manufacture specially formulated for tree wounds shall be 
used. 
 
PART 3. EXECUTION 

3.1 PROTECTION 

A. Roads and Walks 
 

Keep roads and walks free of dirt and debris at all times. 
 

B. Trees, Shrubs, and Existing Facilities 
 

Protection shall be in accordance with Section 01575, “Temporary Environmental 
Controls.” 

 
C. Utility Lines 

 
Protect existing utility lines from damage.  Notify the Contracting Officer 
immediately of damage to or an encounter with an unknown existing utility line.  
The Contractor shall be responsible for the repairs of damage to existing utility 
lines that are indicated or made known to the Contractor prior to start of clearing 
and grubbing operations.  When utility lines which are to be removed are 
encountered within the area of operations, the Contractor shall notify the 
Contracting Officer in ample time to minimize interruption of the service. 
 

3.2 CLEARING AND GRUBBING 

A. Clearing shall consist of cutting, removing, and disposing of trees and other 
vegetation designated for removal, including downed timber, snags, brush, and 
rubbish occurring within the areas to be cleared.  The clearing shall be performed 
in such a manner as to remove all evidence of their presence from the surface.  
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Clearing shall also include the removal and disposal of pipe, concrete sacks, 
shotcrete channels, trash piles, rubbish, and fencing within areas where earthwork 
is performed.  The preservation of trees, shrubs, and vegetative growth that are not 
designed for removal is also included in this Work. 

 

 

 

 

B. Grubbing shall consist of the removal and disposal of wood or root matter below 
the ground surface remaining after clearing and shall include stumps, trunks, roots, 
and root systems to a depth of 6 inches below the ground surface. 

C. All cut and fill areas shall be cleared and grubbed prior to grading.  These areas 
shall be cleared and grubbed in stages so that no more clearing and grubbing is 
done than necessary. 

 
3.3 PRESERVATION 

 
3.4 DISPOSAL OF CLEARED AND GRUBBED MATERIAL 
 
Clearing and grubbing material shall be placed on-site as directed by the Contracting Officer or 
disposed of off-site in accordance with Section 02250, “Off-Site Transportation and Disposal.” 
 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings.   

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 

 
Protect other vegetation not designated for removal from damage resulting from the Work.  The 
Contractor shall clear and grub only in those areas necessary to complete the Work required.  
Limits for clearing and grubbing shall be marked in the field by the Contractor and approved by 
the Contracting Officer before the Work commences. 

PART 4. FIELD SUPERVISION AND TESTING 

 
 
 

 
***END OF SECTION*** 
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SECTION 02240 
 

EROSION AND SEDIMENT CONTROL 
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

 

Section 01300 Submittals 

Section 01565 Temporary Facilities and Temporary Environmental Controls 

Section 02840 Seeding 

1.3 SUBMITTALS 

The Contractor shall submit the following items in accordance with Section 01300, “Submittals.” 

A. Type and size of silt fencing material; 

B. Sieve analysis test results for Site Construction Entrance stones; and 

2.1 MATERIALS 

A. Silt fence fabric 

The width shall be 36 inches minimum.  Fence fabric may be either woven or non-
woven. 

B. Fence Post 

Anchor posts for Silt Fence shall be wood or steel.  The length shall be 54 inches; 
wood posts shall be 2 inches by 2 inches and steel posts shall be 1.24 inches by 
1.0 inches in the shape of a T-section. 

The Contractor shall furnish all labor, materials, tools, supervision, transportation, installation 
equipment, and incidentals required to provide erosion and sediment control during and upon 
completion of construction as specified herein and as shown on the Contract Drawings.  The 
Work shall include erosion control for those areas shown on the Contract Drawings. 
 
1.2 RELATED SECTIONS 
 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 

Section 01052 Field Surveys 

Section 01320 Submittal Register 

Section 02231 Clearing and Grubbing 

 

 

 

 

 
C. Any other data in accordance with the Erosion and Sediment Control measures as 

shown on the Contract Drawings. 
 
PART 2. PRODUCTS 
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C. As a minimum, the following shall apply: 

 
1. Silt fencing shall be provided at locations shown on the Contract Drawings to 

reduce the sediment content of the water. 
 

2. Drainage leaving the Site shall flow to water courses in such a manner as to 
prevent erosion. 
 

B. Sediment control measures shall be adjusted in the field to meet conditions 
encountered. 

C. In the event of damage to prior Work or Work completed as specified in this 
Section, the Contractor shall immediately make all repairs and replacement 
necessary, to the approval of the Contracting Officer and at no additional cost to 
the Navy. 

C. Site Construction Entrance stones 

Stones and geotextile fabric shall be in accordance with the Erosion and Sediment 
Control measures as specified in the Technical Specifications and on the Contract 
Drawings. 

PART 3. EXECUTION 
 
3.1 INSTALLATION 

A. Posts shall be installed on 8 foot centers and the filter fabric attached.  The filter 
fabric shall be attached to the posts on the upstream side using staples or tie 
wires.  The bottom 12 inches of the fabric shall be covered by 6 inches of fill 
material, to prevent sediment escaping under the fence.  All earthwork shall be on 
the upstream side of the fence. 

B. Fence posts shall be installed to a maximum depth of 18 inches beyond the landfill 
limits. 

3.2 PROVISIONS FOR EROSION AND SEDIMENT CONTROL DURING CONSTRUCTION 

A. The Contractor shall take sufficient precautions during construction to eliminate the 
run-off of polluting substances into the water supplies and surface waters of the 
State.  Special precautions shall be taken in the use of construction equipment to 
prevent operations which promote erosion. 

B. The Contractor shall prevent the flow or seepage of drainage back into the Work 
Areas.  Particular care shall be taken to prevent the discharge of unsuitable 
drainage to a water supply or surface water body. 

3.3 PRODUCT PROTECTION 
 
A. The Contractor shall us all means necessary to protect all prior Work and materials 

and completed Work of other Sections. 
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D. Remove erosion control measures upon establishment of developed vegetation. 

PART 4. FIELD SUPERVISION AND TESTING 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings. 

B. The Contractor shall follow the procedures outlined in the CQC Plan. 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

 

 

***END OF SECTION*** 

 

 

 

 

 

 
The Contractor, at the discretion of the QC Engineer, shall perform additional QC testing as 
specified in the QC Plan. 
 

 

 

  

 02240-3



Contract No. N62472-99-D-0032 

SECTION 02250 
 

 

 

 

 

 

 

OFF-SITE TRANSPORTATION AND DISPOSAL 

PART 1. GENERAL 

1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings.  The Contractor shall ensure that all 
operations in the loading and hauling of all materials are in compliance with 
the Federal and State Departments of Transportation (DOT) regulations, 
the Federal (EPA) and State (NJDEP) Environmental Agencies’ Hazardous 
Waste regulations, and all other Local and applicable requirements. 

 
B. The Work specified in this Section includes transportation and off-site 

disposal of materials generated from the following sources: 
 

1. Clearing and Grubbing Material 
 

Clearing and grubbing material consists of any logs, stumps, shrubs, 
snags, roots, grass, weeds, and brush being removed from the Site. 

 
2. Construction Debris 

 
Construction debris consists of erosion and sediment control materials, 
used filter fabric, asphalt, concrete, wood, scrap metal, etc. being 
removed from the Site. 

 
3. Decontamination Materials and Personal Protective Equipment (PPE) 

Decontamination materials consist of soiled materials generated during 
the decontamination of personnel or equipment exiting the 
Contaminated Zones including, but not limited to, brushes, tools, 
buckets, tubs, plastic sheets, and personal protective equipment. 

4. Construction Water 
 

Construction water consists of decontamination water, water removed 
from contaminated areas, drilling fluids, and any other potentially 
contaminated water generated during construction activities.   

C. The Contractor shall not transport nor dispose of any waste material off-site 
without the approval of the Contracting Officer.  

 
D. The Contractor shall ensure that all operations in the loading and hauling of 

materials are in compliance with all Federal, State, and Local regulations. 
 

E. In the interest of conservation, salvage and/or recycling shall be pursued by 
the Contractor to the maximum extent possible. 
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1.2 REFERENCES AND RELATED SECTIONS 
 
The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 

 

 NJ Clean Streams Law  

LOCAL REGULATIONS 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 01019 Mobilization and Demobilization 

ENVIRONMENTAL PROTECTION AGENCY (EPA) 

 EPA OSWER DN 9834.11 (1987) “Revised Procedures for 
Implementing Off-Site Response Actions” 

 49 CFR 171-179 US Code of Federal Regulations 
 40 CFR 261-263 RCRA Generator and Transporter 

Regulations 
 40 CFR 264-265 RCRA Hazardous Waste Management 

Facility  
  Regulations 
 29 CFR 1904, 1910, & 1926 OSHA Regulations 
 EPA RCRA Federal Resource Conservation and 

Recovery Act, as amended 
 EPA RCRA Land Disposal RCRA Land Disposal Regulations 
 EPA Memorandum (1988) “Off-Site Policy: RFA or Equivalent 

Investigation Requirement at RCRA 
Treatment and Storage Facilities,” EPA 
Memorandum from J.W. Porter to Waste 
Management 
Division Directors 
 

NEW JERSEY REGULATIONS 
 
 NJ Hazardous Waste Regulations 
 NJ Residual Waste Regulations 

 

 
Posted weight limitations on roads and bridges 

  

 

 Section 01155 Health and Safety Requirements 
 Section 01300 Submittals 
 Section 01320 Submittal Register 
 Section 02231 Clearing and Grubbing 
 Section 02240 Erosion and Sediment Control 
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1.3 SUBMITTALS 

The following items shall be submitted in accordance with Section 01300, “Submittals”: 

A. Equipment and Material Handling Plan 

The Contractor shall submit to the Contracting Officer an Equipment and 
Material Handling Plan.  This plan shall consist of the Contractor’s 
procedures for excavation and other Site Work Activities, for 
decontamination of equipment and for safely handling any contaminated 
materials. 

B. Off-Site Disposal Plan 

 

 

 

 

 
The Contractor shall submit to the Contracting Officer an Off-Site Disposal 
Plan, which shall provide a program for the proposed transportation and 
disposal of all materials requiring off-site disposal.  This plan shall include 
Letters of Commitment from the properly licensed and insured waste 
haulers and disposal facilities to haul and accept shipments.  This plan shall 
also include a Traffic/Route Plan for the proposed transportation and off-
site disposal of waste materials.  The Contractor shall submit 
documentation demonstrating that the proposed transporter(s) of all waste 
have current permits for such Work and are in good standing with the State.  
The Contractor shall also provide the following information on the disposal 
facilities. 

 
1. Facility name and EPA Identification Number; 

 
2. Facility location; 

 
3. Name and telephone number of responsible contact at the facility; 

 
4. Signed letter of agreement to accept wastes; 

 
5. Unit of measure utilized at facility for costing purposes; 

 
6. A listing of all permits, licenses, letters of approval, and other 

authorizations to operate held by the proposed facility as they pertain to 
receipt and management of wastes derived from this Contract; 

 
7. A listing of all permits, licenses, letters of approval, and other 

authorizations to operate applied for by the proposed facility but not yet 
granted or issued.  Provide dates of application(s) submitted.  Planned 
submittals shall also be noted; 

 
8. The Contractor shall provide the date of the proposed facility’s last 

compliance inspection under RCRA (if applicable).; and 
 

9. List of all acute (unresolved) compliance orders (or agreements), 
enforcement notices, or notices of violation issued to the proposed 
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facility.  State the source and nature of the cause of contamination, if 
known. 

 
10. The Contractor shall specify and describe the units the proposed facility 

will use to manage the waste and provide dates of construction and 
beginning of use, if applicable.  Drawings may be provided.  The facility 
shall identify the capacity available in the units and the capacity 
reserved for the subject waste. 

 
11. All proposed transporters and facilities are subject to approval by the 

Contracting Officer, and the Navy reserves the right to withdraw its 
approval of a transporter or facility if it is determined that it is not in 
compliance with all applicable Federal, State, or Local regulations.   

 
C. The Contractor shall provide copies of waste profiles generated for each 

type of waste sent off-site. 
 

D. The Contractor shall submit copies of each shipping manifest or bill of 
lading to the Contracting Officer the same day of shipment. 

 
E. The Contractor shall submit two copies of each disposal manifest to the 

Contracting Officer within two working days following receipt from the 
disposal facility. 

 
PART 2. PRODUCTS 
 

 

 

2.1 VEHICLES 
 
The Contractor shall utilize appropriate vehicles and operating practices to prevent 
spillage or leakage of transported materials from occurring enroute. 
 
2.2 SCALES 

The Contractor shall arrange for access to certified scales to record quantities for 
measurement of debris quantities and off-site transportation and disposal.  The 
Contractor shall be responsible for providing documentation showing that the scales are 
calibrated and operated in accordance with the Manufacturer’s instructions and 
recommendations.  The Contractor shall coordinate recording of quantities with the 
Contracting Officer. 
 
PART 3. EXECUTION 
 
3.1 FACILITIES 

The Contractor shall provide, install, and maintain temporary loading/staging facilities 
required for all material handling activities.  The location and design of such facilities 
shall be included in the Equipment and Material Handling Plan and be submitted to the 
Contracting Officer for approval. 
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3.2 TRANSPORTATION 
 

A. Manifests 
 

The Contractor shall organize and maintain the material shipment 
records/manifests required by the Federal Resource Conservation and 
Recovery Act (RCRA) (Public Law 94-580), the State of New Jersey and 
the State where the treatment/disposal facility is located.  The manifests will 
be signed by the Contracting Officer or its designated representative. 
 

B. Schedule 
 

The Contractor shall coordinate the schedule for truck arrival and material 
deliveries at the disposal site to meet the approved project schedule.  The 
schedule shall be compatible with the availability of equipment and 
personnel for material handling operations. 
 

C. Decontamination and Protection 
 

1. All vehicles leaving the Exclusion Zone (EZ) shall be decontaminated at 
the Contamination Reduction Zone (CRZ).  The Contractor shall visually 
inspect all vehicles to ensure that soil does not adhere to wheels or 
undercarriage after decontamination. 

 
2. The Contractor shall ensure that trucks are protected by properly 

covering and lining them and by decontaminating them as required prior 
to any use other than hauling the same type of contaminated materials. 

 
3. Liquid-containing trucks shall be sealed by the Contractor in a manner 

such that tampering with the contents cannot occur. 
 

D. Route Inspection 
 

1. The Contractor shall periodically inspect all routes that the vehicles take 
from the Job Site to ensure that no leakage or tracking of mud has 
occurred.  Inspections shall take place at least monthly and shall be 
documented/certified by the Contractor. 

 
2. The Contractor shall be responsible for inspecting the access routes for 

road conditions, overhead clearance, and weight restrictions. 
 

E. Delivery to Disposal Facility 
 

1. The Contractor shall not deliver waste to any facility other than the 
disposal facility(ies) listed on the shipping manifest and previously 
approved by the Contracting Officer. 

 
2. The Contractor shall only use the transporter(s) identified in his/her bid 

for the performance of Work.  Any use of substitute or additional 
transporters must have previous written approval from the Contracting 
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Officer and shall be at no additional cost to the Navy.  Transporters 
shall be certified by EPA and the State of New Jersey. 

 
F. Vehicle Inspection 

 
The Contractor shall coordinate vehicle inspection and recording of 
quantities leaving the Site with the Contracting Officer.  The Contractor 
shall arrange for access to certified scales for the recording of quantities.  
These quantities shall be verified with recorded quantities at the disposal 
facility(ies).  If any deviation between the two weight records occurs, the 
matter is to be reported to the Contracting Officer. 

 

 

 

G. Cleanup 

The Contractor shall be held responsible for any and all actions necessary 
to remedy situations involving material spilled in transit or mud and dust 
tracked off-site.  The cleanup shall be accomplished at the Contractor’s 
expense. 

 
H. Accident Prevention 

 
The Contractor shall develop, document, and implement a policy for 
accident prevention in accordance with Section 01155, “Health and Safety 
Requirements.” 

I. Materials 
 

The Contractor shall not combine contaminated materials from other 
projects with material from the Site. 
 

J. Manifest 
 

The Navy, or its designated representative, will provide a waste generator 
identification number and will sign the manifest as the generator. 

 
3.3 OFF-SITE DISPOSAL 

 
A. The Contractor shall use only the treatment, disposal, and recovery 

facility(ies) identified in his/her bid for the performance of Work.  
Substitutions or additions shall not be permitted without prior written 
approval by the Contracting Officer, and if accepted, shall be with no extra 
cost to the Contracting Officer. 

 
B. The Contractor shall be responsible for all costs related to rejected loads 

resulting from any materials found to be nonconforming to the 
Specifications or requirements imposed by the disposal facility(ies). 

 
C. The Contracting Officer reserves the right to contact and visit the disposal 

facilities and regulatory agencies to verify the agreement to accept the 
stated material and to verify any other information provided.  This does not 
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in any way relieve the Contractor of his/her responsibilities under this 
Contract. 

 
D. In the event that the identified and accepted facility(ies) ceases operations, 

it is the Contractor’s responsibility to locate an alternate approved and 
permitted facility(ies) for accepting materials.  The Contractor is responsible 
for making the necessary arrangements to utilize the facility(ies) and the 
alternate facility(ies) must be approved in writing by the Contracting Officer 
in the same manner and with the same requirements as for the original 
facility(ies).  This shall be accomplished at no extra charge to the Navy. 

 
3.4 RECORDS 
 
The Contractor shall obtain manifest forms, obtain material code numbers, and complete 
the shipment manifest records and all other associated documentation as required by 
the appropriate regulatory agencies for verifying the material type (Code No.) and 
quantity of each load in units of volume and weight.  The manifests will be signed by the 
Navy or its designated representative.  Each manifest shall be submitted to the 
Contracting Officer within two (2) working days following shipment and within two (2) 
working days after notification of receipt at the disposal facility.  The Contractor must 
submit the original manifest form copies; photographs will not be acceptable as project 
record submittals.  Any manifest discrepancies shall be reported immediately to the 
Contracting Officer and be resolved by the Contractor. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.   

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
4.2 WASTE CLASSIFICATION SAMPLING AND TESTING 
 

A. Contaminated materials shall require disposal classification sampling prior 
to off-site transportation and disposal.  Classification sampling shall be 
performed by the Contracting Officer at a rate which is at least as frequent 
as the rates required by the disposal facility(ies).  

 
B. The responsibility of the Contractor is to assist the Contracting Officer in the 

waste classification sampling as requested.  The ultimate determination as 
to the specific tests required prior to disposal shall be determined by the 
approved disposal facility(ies) and shall be approved by the Contracting 
Officer.   

 
C. The Contractor, at the discretion of the QC Engineer, shall perform 

additional QC testing as specified in the CQC Plan. 
 

***END OF SECTION*** 
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SECTION 02310 
 

PREPARATION OF SUBGRADE 
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. This Section covers the Work necessary for the preparation of the subgrade 
to achieve the grades shown on the Contract Drawings for Sites 3 and 10.   

 
B. The Contractor shall furnish all labor, materials, tools, supervision, 

transportation, and installation equipment necessary to perform cut and fill 
operations in order to construct the subgrade at the elevations shown on 
the Contract Drawings. 

 
1.2 REFERENCES AND RELATED SECTIONS  
 
The publications listed below for a part of this specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 

ASTM C 136 (1993) Aggregates, Fine and Coarse, Sieve 
Analysis of  

ASTM D 1140 (1992) Soils, Amount of Material in, Finer 
Than the No. 200 (75-Um) Sieve 

ASTM D 1556 (1991) Density and Unit Weight of Soil in 
Place by the Sand-Cone Method  

ASTM D 1557 (1998) Standard Test Method for Laboratory 
Compaction Characteristics of Soil Using 
Modified Effort 56,000 ft-lbf/ft
kN*m/m

ASTM D 2922 (1991) Soil and Soil-Aggregate in Place by 
Nuclear Methods (Shallow Depth), Density 
of  

ASTM D 4318 (1984) Soils, Liquid Limit, Plastic Limit, and 
Plasticity Index of  

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

Section 01400 Construction Quality Control 

3(2,700 
3) 

ASTM D 2487 (2000) Standard Practice for Classification 
of Soils for Engineering Purposes (Unified 
Soil Classification System) 

ASTM D 3017 (1988) Water Content of Soil and Rock in 
Place by Nuclear Methods (Shallow Depth)  
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1.3 SUBMITTALS 
 

 

 

 

 

 

 

 

 

 

 

 

 

The Contractor shall submit the following items in accordance with Section 01300, 
“Submittals”: 

A. Manufacturer’s Test Results of imported soils for the following: 

1. Moisture Density; 

2. Sieve Analysis; 
 

3. Atterburg Limits; and 

B. Field Test Results 

1.4 NOTIFICATIONS 

A. The Contractor shall notify the Contracting Officer a minimum of 7 days in 
advance of intention to perform the Work of this Section. 

 
B. If the Work is interrupted for reasons other than inclement weather, the 

Contractor shall notify the Contracting Officer a minimum of 24 hours prior 
to the resumption of Work. 

 
PART 2. PRODUCTS 

2.1 SUBBASE MATERIAL 

A. All imported subbase material shall meet the requirements for cover soil 
material as stated in Section 2326. 

PART 3. EXECUTION 
 
3.1 SUBGRADE PREPARATION 
 

A. The Contractor shall prepare the subgrade by performing cut and fill 
operations for Sites 3 and 10.  The Contractor shall construct the subgrade 
in accordance with the elevations shown on the Contract Drawings. 

B. Imported subbase material is required for Sites 3 and 10 in order to meet 
the grades of the subgrade as shown on the Design Drawings. 

3.2 PROTECTION OF SUBGRADE 

A. After preparing the subgrade as specified above, all unnecessary traffic 
shall be kept off the area.  Should it be found necessary to haul over the 
prepared subgrade, the Contractor shall grade and roll the traveled way as 
frequently as may be necessary to remove ruts, cuts, and breaks in the 
surface.  All cuts, ruts, and breaks in the surface of the subgrade that are 
not removed by the above operations shall be raked and hand tamped.  All 
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equipment used for transporting materials over the prepared subgrade shall 
be equipped with pneumatic tires to prevent tearing of surface. 

 
B. Continued use of sections of prepared subgrade for hauling, so as to cut up 

or deform it from the true cross-section, will not be permitted.  
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

C. If necessary, the Contractor will be required, at no additional expense to the 
Navy, to protect the subgrade before hauling materials or equipment over it 
as directed by the Contracting Officer. 

D. The subgrade shall be maintained in the finished condition until the first 
overlying layer is placed.  In addition, any subsequent soft areas caused by 
deployment of overlying layers shall also be repaired at the Contractor’s 
cost. 

3.3 SUBBASE MATERIAL PLACEMENT  

The subbase material placement shall be performed in accordance with Section 2326, 
Part 3.2. 
 
3.4 TOLERANCES 

Tolerances for location and grade are provided in Section 01052, “Field Surveys.” 

PART 4. FIELD SUPERVISION AND TESTING 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings. 

B. The Contractor shall follow the procedures outlined in the CQC Plan. 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

A. The Contractor shall perform tests in the field to ensure that the subbase 
material conforms to the Technical Specifications and Contract Drawings. 

B. The subbase material testing shall be performed in accordance with 
Section 2326, Part 4.3. 

C. The Contractor, at the discretion of the QC Engineer, shall perform 
additional QC testing as specified in the CQC Plan. 

 

 

***END OF SECTION*** 
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SECTION 02320 
 

GRANULAR GAS MANAGEMENT AND GRANULAR DRAINAGE MATERIALS 
 

 

 

 

 

 

 

 

ASTM D 2434 (1995) Soils, (Constant Head), Granular 
Permeability  

PUBLIC WORKS PUBLICATIONS 

Section 200-2.4 Standard Specifications for Public Works 
Construction 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 02714 Geotextile Fabric 

 Section 15010 Gas Management Piping 

 

PART 1. GENERAL 

1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

B. This Work shall consist of laying out the granular gas management material 
layer and the granular drainage layer in conjunction with other components 
of the cover system. 

 
C. The material specified in this Section shall be used for both the granular 

gas management material and the granular drainage material as shown on 
the Contract Drawings for Site 10. 

1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

ASTM D 422 (1963) Soils, Particle-Size Analysis of 
ASTM D 75 (1987; R 1992) Sampling Aggregates 
ASTM D 1140 (1992) Soils, Amount of Material in, Finer 

Than the No. 200 (75-Um) Sieve  

 

 

 

 
 Section 01300 Submittals 
 Section 01320 Submittal Register 

 Section 02771 HDPE Geomembrane Liner 

 Section 15483 HDPE Geomembrane Liner Boots 
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1.3 SUBMITTALS 
 
The following items shall be submitted in accordance with Section 01300, “Submittals”: 

A. Geotechnical Test Reports for the following: 

1. Sieve Analysis Test; 

2. Permeability Test; and 

B. Field Test Reports for the following: 

1. Sieve Analysis; 

2. Permeability Test; and 

3. Maximum/Minimum Density. 

1.4 DELIVERY AND STORAGE 

The Contractor shall store materials as to prevent segregation and contamination. 

1.5 WEATHER LIMITATIONS 

The granular gas management and granular drainage material layers shall not be 
constructed when atmospheric temperature is below 35°F or when rainfall or other 
weather conditions detrimentally affect the quality of the finished layers. 

Equipment used shall be dependable and adequate for the purpose intended.  The 
Contractor shall maintain equipment in satisfactory and safe operating condition.  
Subject to approval by the Navy, special equipment dictated by local conditions may be 
used.  Calibrated equipment, such as scales, batching equipment, spreaders, and 
similar items, shall have been re-calibrated by an approved calibration laboratory within 
12 months of commencing Work. 

PART 2. PRODUCTS 

2.1 MATERIALS 

1. This material shall consist of naturally occurring rounded to sub-
rounded non-carbonate particles which are free of any metals, roots, 

 

 

 

 
3. Maximum/Minimum Density. 

 

 

 

 

 
C. A letter certifying that the granular gas management and granular drainage 

material is clean and free from any contamination. 
 

 

 

 

 
1.6 CONSTRUCTION EQUIPMENT 
 

 

 

 
A. Granular Gas Management and Granular Drainage Material 
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stumps, concrete, construction debris, organic matter, and other 
deleterious materials as determined by the QC Engineer. 

TOTAL PERCENT PASSING BY WEIGHT 

 
2. The material shall meet the gradation requirements given below. 

 

1/4” No. 4 No. 100 
80-100% 80-100% 0-8% 

 

 

 

 

 

 

 

 

 

 

3. The material shall have a permeability of 1 x 10-3 cm/s or higher. 

4. The material shall be non-acidic with a pH between 6 and 7.5.  No 
processing is allowed for pH adjustment. 

 
PART 3. EXECUTION 

3.1 FAMILIARIZATION 

A. Prior to implementing any of the Work described in this Section, the 
Contractor shall become thoroughly familiar with the Site, the site 
conditions, and all portions of the Work falling within this Section. 

B. Inspection 

1. Prior to implementing any of the Work in this Section, the Contractor 
shall carefully inspect the installed Work of all other Sections and verify 
that all Work is complete to the point where the installation of this 
Section may commence without adverse impact.  The Work of related 
Sections may need to be closely coordinated. 

 
2. If the Contractor has any concerns regarding the installed Work of other 

Sections, he/she should immediately notify the Contracting Officer in 
writing.  Failure to notify the Contracting Officer in writing or placement 
of the granular gas management material will be construed as 
Contractor’s acceptance of the related Work of all other Sections. 

3.2 INSTALLATION 

A. The granular gas management material shall be placed to the minimum 
thickness requirements shown on the Contract Drawings. 

B. The granular drainage material shall be placed as shown on the Contract 
Drawings using equipment with sufficiently low ground pressure to prevent 
damage to underlying geosynthetic components. 

 
C. Unless authorized by the Contracting Officer, the equipment used to spread 

out the granular layer to the required thickness over any geosynthetic 
material shall comply with the following: 
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Maximum Allowable 
Equipment Ground 

Pressure  

Thickness of Granular Drainage Material over 
Geosynthetics 

(psi) 
                 
              (feet)                             (meters) 

5 1 0.3 
1.5 0.45 

0.6 
10 
20 2.0 

>20 3.0 0.9 
 
3.3 PRODUCT PROTECTION 
 

 

 

 

A. After the material has been placed, the Contractor shall maintain it free of 
ruts, depressions, and damage resulting from the hauling of any material, 
equipment, tools, etc. until such time as the overlying materials are placed. 

 
B. The Contractor shall use all means necessary to protect all prior Work, 

including all materials and completed Work of other Sections. 
 

C. In the event of damage, the Contractor shall immediately make all repairs 
and replacements necessary, to the approval of the Contracting Officer and 
at no additional cost to the Navy. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.   

 
B. The Contractor shall follow the procedures outlined in the CQC Plan 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 

A. The minimum frequency of quality assurance testing by the QC Engineer 
shall be a sieve analysis and a permeability test (ASTM D 422, ASTM D 
2434) at 1 per 5,000 cubic yards of volume in place or a minimum of 1 per 
borrow source.  The pH testing shall be conducted at a frequency of 1 test 
per 2,000 cubic yards. 

B. The Contractor, at the discretion of the QC Engineer, shall perform 
additional QC testing as specified in the CQC Plan. 

C. The Contractor shall take this testing frequency into account in planning 
his/her construction schedule. 

 
 
 
 
 

***END OF SECTION*** 
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SECTION 02323 
 

RIP-RAP 
 

 
PART 1.  GENERAL 

1.1 DESCRIPTION 
 

A. The Contractor shall furnish all labor, equipment, materials and incidentals 
necessary to complete the installation of rip-rap as shown on the Contract 
Drawings, and as specified in this Section. 

 
B. The Contractor shall review in the field with the Engineer the location, limits, 

and methods to be used prior to commencing Work under this Section. 
 

C. The Contractor shall be prepared to perform the Work of this Section in 
conjunction with the installation and construction of the other components 
of the Contract. 

 
1.2  REFERENCES AND RELATED SECTIONS 
 
The publication listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

 
ASTM D 75 (1987; R 1992) Sampling Aggregates 
ASTM C 88 (1990) Standard Test Method for 

Soundness of Aggregates by Use of 
Sodium Sulfate or Magnesium Sulfate 

ASTM C 136 (1993) Aggregates, Fine And Coarse, Sieve 
Analysis Of  

ASTM D 5519 (1994) Standard Test Method for Particle 
Size Analysis of Natural and Man-Made 
Riprap Materials 

 
ENVIRONMENTAL PROTECTION AGENCY (EPA) 

 
EPA 530-SW-86-031 Construction Quality Assurance for 

Hazardous Waste and Disposal Facilities 
 

NEW JERSEY DEPARTMENT OF TRANSPORTATION (NJDOT) 
 

NJDOT Section 901 (2000) Aggreagates 
 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 
Section 01300 Submittals 
Section 01320 Submittal Register 
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Section 01430 Field Sampling, Analysis, and Data Evaluation 

Section 02320 Granular Gas Management and Granular Drainage Materials 

B. The results of a grain-size analysis on the rip-rap, conducted in accordance 
with ASTM D 5519; 

C. The results of a soundness test conducted in accordance with ASTM C 88; 

PART 3. EXECUTION 

3.1 FAMILIARIZATION 

Section 02310 Preparation of Subgrade 

Section 02327 Drainage Ditches 
Section 02501 Reinforced Concrete Pipe and Headwalls 
Section 02714 Geotextile Fabric 
Section 02771 High Density Polyethylene (HDPE) Liner 

 
1.3   SUBMITTALS 
 
The following items shall be submitted in accordance with Section 01300, “Submittals,’” 
a minimum of 7 days prior to the placement of the rip-rap material(s): 
 

A.  Location of source and type of rip-rap; 
 

 

 
D. Certification that the rip-rap meets the gradation requirements of this 

Specification; and 
 
E. A letter certifying that the rip-rap and bedding material are clean and free 

from any contamination. 
 

F. A 5 gallon bucket of material shall be made available to the Contracting 
Officer for inspection and sampling. 

 
PART 2. PRODUCTS 
 
2.1 RIP-RAP 
 

A. Rip-rap shall be sound hard, dense, field or quarry stone resistant to action of 
air and water, and free from seams, cracks or other structural defects or 
approved clean concrete demolition free of rebar, debris, paint, oils, or other 
hazardous materials.   

 
B. The gradation shall range from 3 to 8 inches and conform to NJDOT 

Specifications, Section 901 – Aggregates. 
 

C. Weight loss shall not be more than 20 percent after 5 cycles when tested by   
                  sodium sulfate test methods (ASTM C 88). 

 

   

 
A. Prior to implementing any of the Work described in this Section, The 

Contractor shall become thoroughly familiar with the Site, the site 
conditions, and all portions of the Work falling within this Section. 
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B. Inspection 

1. Prior to implementing any of the Work of this Section, the Contractor 
shall carefully inspect the installed Work of all other Sections and verify 
that all Work is complete to the point where the installation of this 
Section may commence without adverse impact.  The Work of related 
Sections may need to be closely coordinated. 

 
2. If the Contractor has any concerns regarding the installed Work of other 

Sections, he/she should immediately notify the Contracting Officer in 
writing.  Failure to notify the Contracting Officer in writing or placement 
of the Work of this Section will be construed as the Contractor’s 
acceptance of the related Work of all other Sections. 

 

 

 

 

 

 

 

 

3.2 PREPARATION 
 

A. Areas on which rip-rap is to be placed shall be graded and dressed to the 
lines and grades shown on the Contract Drawings or as required by the QC 
Engineer in accordance with Section 02310 “Preparation of Subgrade.” 

B. Eroded or washed out areas shall be repaired prior to the placement of 
materials. 

3.3 INSTALLATION 

A. Rip-rap 

1. Rip-rap shall be placed in the thickness and grade lines shown on the 
Contract Drawings to produce a reasonably well graded mass of stone 
with a minimum practicable percentage of voids. 

 
2. Rip-rap materials shall not be placed by methods which will tend to 

segregate particles by size within the rip-rap. 

3. Rearrangement, re-shaping or placement of additional materials shall 
be at the discretion of the QC Engineer. 

 
4. Larger stones shall be well distributed throughout the rip-rap area and 

finished protection shall be free from pockets of small or large stones. 
 
5. Fill holes or open spots to produce well-graded protection. 

6. Placement of rip-rap over any geomembrane and geotextile liner shall 
be by hand or by equipment that will not drop the rip-rap from a height 
greater than 6 inches. 

 
7. No equipment used to place rip-rap shall be run over any geomembrane 

without adequate soil cover. 
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B. The Contractor shall follow the procedures outlined in the CQC Plan. 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

The Contractor, at the discretion of the QC Engineer, shall perform additional QC testing 
as specified in the CQC Plan. 

 

 

3.4 PRODUCT PROTECTION 

A. After the rip-rap has been placed, the Contractor shall maintain it free of 
ruts, depressions, and damage from hauling of any material, equipment, 
tools etc. over it. 

B. The Contractor shall use all means necessary to protect all prior Work, 
including all materials and completed Work of other Sections. 

C. In the event that damage occurs, the Contractor shall immediately make all 
repairs and replacements necessary, to the approval of the Contracting 
Officer and at no additional cost to the Navy. 

 
PART 4. FIELD SUPERVISION AND TESTING 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is performed in accordance with the Technical 
Specifications and the Contract Drawings. 

 
C. The Contractor shall perform the tests listed in Section 1.3 at a frequency of 

1 test per borrow source prior to delivery. 
 

 

 

 

*** END OF SECTION *** 
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SECTION 02324 
 

 

 

 

 

 

 

C. The location, alignment and width of the access road shall be as shown on 
the Contract Drawings. 

1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 

 

ASTM D 75    (1987; R 1992) Sampling Aggregates 

ASTM D 1556 (1990; R 1996) Density and Unit Weight of 
Soil in Place by the Sand-Cone Method 

ASTM D 2217 (1985; R 1993) Wet Preparation of Soil 
Samples for Particle-Size Analysis and 
Determination of Soil Constants 

ASTM D 2922 (1996) Density of Soil and Soil-Aggregate in 
Place by Nuclear Methods (Shallow Depth) 

SITE ACCESS ROAD 

PART 1. GENERAL 

1.1 DESCRIPTION 
 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

B. This Work shall consist of the following items: 

1. Removal of existing crushed stone; 

2. Excavation of natural soil;  

3. Backfill for the access road; and 
 

4. Construction of the decontamination pad. 
 

 

 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

ASTM C 136 (1993) Aggregates, Fine and Coarse, Sieve 
Analysis of  

ASTM D 422    (1963) Soils, Particle-Size Analysis of 

ASTM D 1557 (1998) Laboratory Compaction 
Characteristics of Soil Using Modified Effort 
(56,000 ft-lbf/cu. Ft. (2,700 kN-m/cu. m.)) 

ASTM D 2487 (1994) Density and Unit Weight of Soil in 
Place by Rubber Balloon Method 
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ASTM D 3017 (1998; R 1996el) Water Content of Soil and 
Rock in Place by Nuclear Methods (Shallow 
Depth) 

ASTM D 4253 (1993) Soils Using a Vibratory Table, 
Maximum Index Density and Unit Weight of  

ASTM D 4254 (1988) Soils and Calculation of Relative 
Density, Minimum Index Density and Unit 
Weight of  

ASTM D 4318 (1995) Liquid Limit, Plastic Limit, and 
Plasticity Index of Soils 

PUBLIC WORKS PUBLICATIONS 

SECTION 200-2.4 Standard Specifications for Public Works 
Construction 

 Section 01300 Submittals 

Section 02240 Erosion and Sediment Control 

 Section 02231 Clearing and Grubbing 

 

 

 

 

 

 

 
3. Sand Cone Test; and 

 

 

 

 

 

 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 

 Section 01320 Submittal Register 

 Section 02226 Cover Soil Material 

 Section 02800 Top Soil 

1.3 SUBMITTALS 
 
The following items shall be submitted in accordance with Section 01300, “Submittals”: 

A. Geotechnical Test Reports for the following: 

1. Gradation; and 

2. Modified Proctor Test. 

B. Field Test Reports for the following: 
 

1. Gradation; 

2. Relative Compaction by nuclear methods; 

4. Thickness. 

C. A letter certifying that the base material and the coarse aggregate are clean 
and free from any contamination. 
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1.4 DELIVERY AND STORAGE 
 

 

 

 

 

 

 

 

The Contractor shall store materials as to prevent segregation and contamination. 

1.5 WEATHER LIMITATIONS 
 
The base course shall not be constructed when atmospheric temperature is below 35°F 
or when rainfall or other weather conditions detrimentally affect the quality of the finished 
course. 

1.6 CONSTRUCTION EQUIPMENT 

Equipment shall be dependable and adequate for the purpose intended. The Contractor 
shall maintain equipment in satisfactory and safe operating condition.  Subject to 
approval by the Contracting Officer, special equipment dictated by local conditions may 
be used.  Calibrated equipment, such as scales, batching equipment, spreaders, and 
similar items, shall have been re-calibrated by an approved calibration laboratory within 
12 months of commencing Work. 

PART 2. PRODUCTS 

2.1 CRUSHED MISCELLANEOUS BASE AGGREGATE 
 
The crushed miscellaneous base shall conform to the gradation requirements shown in 
Table 02324-1.  It shall consist of durable and sound crushed gravel, crushed stone, or 
crushed slag, free of lumps or balls of clay or other objectionable matter.  Crushed stone 
and gravel shall be free from flat, elongated, soft, or disintegrated pieces.  The base 
course shall be of such nature that it can be compacted readily with watering and rolling 
to a firm, stable base and shall conform to the following size: 

TABLE 02324-1 

PERCENTAGE BY WEIGHT PASSING SQUARE MESH LABORATORY SIEVES 
 

Sieves Size Number 1 
100 

1 inch 45-80 
30-60 

Number 4 20-50 
Number 10 15-40 
Number 40 5-25 

Number 200 

2 inch 
1 ½ inch 70-100 

½ inch 

0-10 
 

This portion of the material passing the Number 40 sieve shall be non-plastic as 
determined by ASTM D 4318.   
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2.2 GEOTEXTILE FABRIC 
 

 

 

 

 

1. Place 12 ounce geotextile fabric on leveled existing grade;  
 

2. Place at least 12 inches of 1 ½ inch to 2 inch diameter clean 
crushed stone; 

3. Compact in the manner stated in Section 3.1 C of this Section. 

Geotextile fabric shall be 12 ounce and conform to the requirements of Section 02714, 
“Geotextile Fabric.” 

PART 3. EXECUTION 
 
3.1 ACCESS ROAD INSTALLATION 
 

A. Geotextile Fabric 
 

The geotextile fabric shall be installed in accordance with the 
Manufacturer’s installation procedures.  The overlap shall be a minimum of 
12 inches. 

B. Crushed Miscellaneous Base 

The crushed miscellaneous base material shall be placed in loose lifts not 
to exceed 8 inches.  Each lift shall be compacted in accordance with the 
testing requirements specified in this Section. 

 
C. Compaction 

Immediately following the placing, the material shall be spread in a uniform 
layer.  Compact each layer using a vibratory smooth drum roller.  
Compacting shall continue until the layer is compacted through the full 
depth to a field density of at least 95% of the maximum dry density as 
determined in accordance with ASTM D 1557.  The final surface shall be 
smooth and free from waves, irregularities, and ruts or soft yielding spots. 

 
3.2 DECONTAMINATION PAD INSTALLATION 
 

A. The decontamination pad shall be constructed in the following manner: 
 

 

 
B. The Contractor shall maintain the decontamination pad by removing and 

replacing stones if necessary to prevent tracking of contaminated materials 
off-site. 

 
3.4 MAINTENANCE 
 
The Contractor shall maintain the site access road until construction is complete and 
approved by the Contracting Officer.  Maintenance includes drainage, rolling, shaping, 
and watering, as necessary, to maintain the course in proper condition.  The Contractor 
shall correct deficiencies in thickness, composition, construction, smoothness, and 
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density, which develop during the maintenance period, to conform to the requirements 
specified herein at no additional cost to the Navy.  The Contractor shall maintain 
sufficient moisture by light sprinkling with water at the surface to prevent a dusty 
condition. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.   

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
Materials shall be approved by the Contracting Officer in advance of the use of such 
materials in the Work.  The Contractor, at the discretion of the QC Engineer, shall 
perform additional QC testing as specified in the CQC Plan. 
 

A. Sampling 
 

1. Materials at the Source 
 

Prior to production and delivery of materials, take at least one initial 
sample in accordance with ASTM D 75.  Collect each sample by taking 
three increment samples at random from the source material to make a 
composite sample of not less than 50 pounds.  Repeat above sampling 
when source of material is changed or when unacceptable deficiencies 
or variations from specified grading of materials are found in testing. 
 

2. Sampling During Construction 
 

Take one random sample from each 1,000 tons of completed course 
material, but not less than one random sample per day’s run.  Take 
samples in accordance with ASTM D 75. 
 

B. Testing 
 

1. Materials 
 

The Contractor shall test each sample of base course material without 
delay.  Gradation tests from each sample shall be in accordance with 
ASTM D 422.   
 

2. Compaction Testing 
 

a) Prior to the placement of the crushed miscellaneous base, the 
existing soil subgrade shall be compacted to a minimum relative 
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compaction of 95% with respect to the maximum dry density as 
determined in accordance with the ASTM D 1557 testing method. 

 
b) The crushed miscellaneous base shall be placed in two 6 inch 

compacted lifts.  Each lift shall be compacted to a minimum relative 
compaction of 95% with respect to the maximum dry density as 
determined in accordance with the ASTM D 1577 testing method.  
The testing frequency shall be performed at a rate of one test per 
100 linear feet per lift.  The sand cone test shall be performed at a 
testing frequency of 1 test per day. 

 
c) The 6 inch thick crushed miscellaneous base underneath the 36 

inch concrete pipe shall be compacted to a minimum of 95% with 
respect to the maximum dry density as determined in accordance 
with ASTM D 1557 testing method. 

 
 
 
 
 

***END OF SECTION*** 
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SECTION 02326 
 

COVER SOIL 
 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. This Section covers the materials, tools, supervision, transportation, and 
installation equipment necessary for the construction of the cover soil layer. 

   

 

 

ASTM D 422 (1963) Soils, Particle-Size Analysis of  

ASTM D 1557 (1998) Standard Test Method for Laboratory 
Compaction Characteristics of Soil Using 
Modified Effort 56,000 ft-lbf/ft
kN*m/m3) 

ASTM D 2922 (1996) Density of Soil and Soil-Aggregate in 
Place by Nuclear Methods (Shallow Depth) 

 

 Section 01400 Construction Quality Control 

 Section 02240 Erosion and Sediment Control 

B. The Contractor shall provide all materials, labor, and equipment necessary 
to perform the Work specified in this Section.  The Contractor shall be 
prepared to coordinate the Work specified in this Section with other 
construction activities.   

 
C. The Contractor shall be entirely responsible for inputting the cover soil with 

index soil properties in accordance with this Section.   
 
1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 

ASTM C 136 (1993) Aggregates, Fine and Coarse, Sieve 
Analysis of  

ASTM D 1556 (1990; R 1996) Density and Unit Weight of 
Soil in Place by the Sand-Cone Method 

3(2,700 

ASTM D 2487 (2000) Standard Practice for Classification 
of Soils for Engineering Purposes (Unified 
Soil Classification System) 

ASTM D 4318 (1984) Soils, Liquid Limit, Plastic Limit, and 
Plasticity Index of  

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01052 Field Surveys 

 Section 02231 Clearing and Grubbing 
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 Section 02250 Off-Site Transportation and Disposal 
 Section 02320 Granular Gas Management and Granular Drainage Materials 
 Section 02323 Rip-rap 
 Section 02714 Geotextile Fabric 
 Section 02800 Top Soil 
 

 

 

 

 

 

 

 

 

 

 

 

1.3 SUBMITTALS 

The Contractor shall submit the following items to the Contracting Officer in accordance 
with Section 01300, “Submittals.”  The Contractor shall submit items a minimum of five 
working days prior to the start of the soil cover placement. 

A. The proposed material borrow source(s); 

B. All required test results as specified in Section 4.4; and 

C. A notarized letter from the Supplier indicating that the material is free from 
any contaminants. 

 
D. A 5 gallon bucket of material shall be made available to the Contracting 

Officer for inspection and sampling. 

1.4 NOTIFICATIONS 

If the Work of this Section is interrupted for reasons other than inclement weather, the 
Contractor shall notify the Contracting Officer a minimum of 24 hours prior to the 
resumption of the Work. 
 
PART 2. PRODUCTS 

2.1 MATERIAL 

A. All laboratory testing to evaluate the suitability or conformance of soil 
materials for the cover soil shall be carried out in accordance with the test 
methods indicated in this Section.  The Contractor shall use an approved 
soils laboratory for soil classification testing.  

B. The cover soil material shall consist of naturally occurring, clean, approved 
relatively homogeneous, natural soil classified as SC-SM, SC, or ML by the 
Unified Soil Classification System.  The cover soil material shall be free of 
debris, foreign objects, large rock fragments, roots, and large organic 
particles.  No particles larger than 3 inches shall be allowed.  Particles 
larger than 1 inch shall be relatively uniformly distributed so as to be free of 
“rock pockets.” 

C. The cover soil material shall be imported from borrow sources to be 
approved by the Contracting Officer. 

D. The cover soil material shall be non-acidic with a pH between 6 and 7.5.  
Processing for pH adjustment shall be approved by the Contracting Officer. 
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PART 3. EXECUTION  

3.1 FAMILIARIZATION 

A. Prior to implementing any Work of this Section, the Contractor shall 
become thoroughly familiar with the Site, the site conditions, and all 
portions of the Work falling within this Section. 

1. Prior to implementing any Work of this Section, the Contractor shall 
carefully inspect the installed Work of all other Sections and verify that 
all such Work is complete to the point where the installation of this 
Section may properly commence without adverse impact. 

2. If the Contractor has any concerns regarding the installed work of other 
Sections or the Site, he/she shall notify the Contracting Officer prior to 
commencing the Work. 

3.2 SOIL PLACEMENT 

A. Placement of the soil shall not commence until the QC Engineer verifies 
that all previous Work is complete, including evaluations of the Contractor’s 
survey results to confirm that the previous Work was constructed to the 
required grades, elevations, and thickness. 

B. The Contractor shall construct the cover soil material layer to the thickness, 
grades, and limits shown on the Contract Drawings and as specified in this 
Section. 

D. No soil materials shall be placed or spread while the surface on which the 
material is to be placed is excessively wet, or during otherwise unfavorable 
weather conditions. 

E. The fill surface shall be made smooth and free from ruts or indentations and 
allow erosion free drainage when precipitation is forecast and/or at the 
completion of the compaction operations in that area.  The Contractor is 
responsible for protecting all Work Areas from damage due to weather. 

G. The cover soil shall be compacted to at least 90 percent relative 
compaction with respect to the maximum dry density as determined in 
accordance with ASTM D 1557.  The Contractor will need to dry out or 

 

 

 
B. Inspection 

 

 

 

 

 

 
C. The Contractor shall not place, spread, or compact soil during periods of 

heavy precipitation. 
 

 

 
F. The cover soil layer soil shall be generally placed in loose lifts that result in 

a compacted lift thickness of 6 inches.  The minimum total thickness of the 
compacted cover soil layer shall be 12 inches. 
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moisture condition any cover soil that is too wet or too dry prior to 
placement. 

H. The upper surface of the soil shall be scarified or roughened prior to placing 
overlying lifts. 

 

 

 

 

 

 

 

 

 

 

 

 

3.3 SURVEY CONTROL 

A. The Contractor shall verify the depth to the cover soil layer by the careful 
excavation of potholes on a 100 foot grid over the entire landfill.  Excavation 
will be monitored by the QC Engineer. 

B. The soil cover layer shall be within a tolerance range of ±1 inch. 

3.4 PROTECTION OF WORK 
 

A. The Contractor shall use all means necessary to protect all prior Work, 
including all materials and completed Work specified in this and other 
Sections. 

B. In the event of damage to prior Work or Work completed as specified in this 
Section, the Contractor shall immediately make all repairs and 
replacements necessary to the approval of the Contracting Officer and at 
no additional cost to the Navy. 

PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings. 

B. The Contractor shall follow the procedures outlined in the CQC Plan. 

C. It is the responsibility of the Contractor to ensure that the materials and 
methods used for construction of the cover layer meet the requirements of 
the Contract Drawings and Technical Specifications. Any materials or 
method that do not conform to these documents will be rejected by the QC 
Engineer and shall be repaired or replaced by the Contractor at no 
additional cost to the Navy. 

D. The Contractor shall be aware of the monitoring of field/laboratory 
conformance testing required by this Section.  This monitoring shall be 
performed by the QC Engineer.  If nonconformance or other deficiencies 
are found in the Contractor’s materials or completed Work, the Contractor 
will be required to repair or replace the deficiency at no additional cost to 
the Navy. 

E. All grades, slopes, and elevations shall be verified by the QC Engineer to 
conform to specified requirements.  If the Contractor identifies a 
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discrepancy, he/she shall immediately notify the Contracting Officer.  
Installation in an area of discrepancy shall not proceed without the approval 
of the Contracting Officer. 

 
F. The Contractor shall be responsible for protecting all completed Work.  If 

areas are damaged by the Contractor’s operation, the Contractor will be 
required to correct the area at no additional cost to the Navy.  Corrections 
may include, but are not limited to removal, replacement, and re-
compaction of layers. 

 

 

 

 

 

 

 

                                                                   

 

***END OF SECTION*** 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

A. The geotechnical testing of the cover soil shall be performed by an 
independent testing laboratory.  The testing shall include on-site and off-site 
testing. 

B. The Contractor, at the discretion of the QC Engineer, shall perform 
additional QC testing as specified in the CQC Plan. 

 
4.3 ON-SITE TESTING 

On-site testing shall include field compaction to be performed at a testing frequency of 1 
test per lift per grid of 100 feet x 100 feet using the Nuclear Density gauge.  The Sand 
Cone test shall be performed at a testing frequency of 1 test per day.  The Sand Cone 
test results shall be compared to the Nuclear values to determine the accuracy of the 
Nuclear gauge operation. 

4.4 OFF-SITE TESTING 

Off-site testing shall include all required testing of the cover soil prior to delivery of the 
material to the Site.  The testing shall be performed on each borrow site as follows: 

A. Sieve Analysis: 1 test per 2,000 cubic yards; 
 
B. Atterberg Limits: 1 test per 2,000 cubic yards; 

 
C. Modified Proctor Test: 1 test per 2,000 cubic yards; and 

D. pH: 1 test per 500 cubic yards. 
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SECTION 02327 

PART 1. GENERAL 

1.1 DESCRIPTION 

B. This Section covers the following items: 

1. Requirements of the subgrade fill; and 

2. Excavation and construction of eastern, western, and central ditches as 
indicated on the Contract Drawings; 

The publication listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 

ENVIRONMENTAL PROTECTION AGENCY (EPA) 

EPA 530-SW-86-031 Construction Quality Assurance for 
Hazardous Waste and Disposal Facilities 

The NWS Earle Construction Quality Control Plan 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 01430 Field Sampling, Analysis and Data Evaluation 

 Section 02310 Preparation of Subgrade 

 Section 02800 Top Soil 

 

 

 
DRAINAGE DITCHES 

 

 

 
A. The Contractor shall provide all materials, labor, and equipment to perform 

the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

 

 

 

 
1.2 REFERENCES AND RELATED SECTIONS 
 

 

 

 

 

 
 Section 01300 Submittals 
 Section 01320 Submittal Register 

 Section 02240 Erosion and Sediment Control 

 Section 02501 Reinforced Concrete Pipe and Headwalls 
 Section 02714 Geotextile Fabric 

Section 02771 HDPE Geomembrane Liner 

 Section 03300 Cast-In-Place Concrete 

1.3 SUBMITTALS 

The Contractor shall submit to the Contracting Officer the source and quality of concrete 
materials for pre-construction approval prior to the placement of any concrete associated 
with the Work of this Section. 
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PART 2. PRODUCTS 

2.1 SUBGRADE MATERIAL 

Drainage ditch rip-rap materials shall meet the requirements for “Type I Rip-Rap,” as 
described in Section 02323, “Rip-rap.” 

B. Inspection 

1. Prior to implementing any of the Work of this Section, the Contractor 
shall carefully inspect the installed Work of all other Sections and verify 
that all Work is complete to the point where the installation of this 
Section may commence without adverse impact.  The Work of related 
Sections may need to be closely coordinated. 

2. If the Contractor has any concerns regarding the installed Work of other 
Sections, he/she should immediately notify the Contracting Officer in 
writing.  Failure to notify the Contracting Officer in writing or placement 
of the Work of this Section will be construed as the Contractor’s 
acceptance of the related Work of all other Sections. 

3.2 PREPARATION 

 

 
Subgrade materials for all drainage ditches shall meet the requirements of Section 
02310, “Preparation of Subgrade” and Section 02326, “Cover Soil.” 
 
2.2 RIP-RAP 
 

 
2.3 LINER MATERIAL 
 
The liner material for the eastern and western ditches shall be a 12 ounce geotextile 
fabric in accordance with Section 02714, “Geotextile Fabric.”  The liner material for the 
central ditch of Site 3 shall be a 40 mil PVC liner. 

 
PART 3. EXECUTION 
 
3.1 FAMILIARIZATION 
 

A. Prior to implementing any of the Work described in this Section, The 
Contractor shall become thoroughly familiar with the Site, the site 
conditions, and all portions of the Work falling within this Section. 

 

 

 

 

 
A. Areas on drainage ditches shall be graded and dressed to the lines and 

grades shown on the Contract Drawings or as required by the QC Engineer 
in accordance with Section 02310, “Preparation of Subgrade.” 

 
B. Eroded or washed out areas shall be repaired prior to the placement of 

materials. 
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3.3 INSTALLATION 
 
Drainage ditches shall be installed to the line and grades as shown on the Contract 
Drawings. 

 
3.4 PRODUCT PROTECTION 

B. The Contractor shall take this testing frequency into account in planning 
his/her construction schedule. 

 

***END OF SECTION*** 

 
A. After the rip-rap has been placed, the Contractor shall maintain it free of 

ruts, depressions, and damage from hauling of any material, equipment, or 
tools over the bedding and rip-rap. 

 
B. The Contractor shall use all means necessary to protect all prior Work, 

including all materials and completed Work of other Sections. 
 
C. In the event that damage occurs, the Contractor shall immediately make all 

repairs and replacements necessary, to the approval of the Contracting 
Officer and at no additional cost to the Navy. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is performed in accordance with the Technical 
Specifications and the Contract Drawings. 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 

A. The Contractor, at the discretion of the QC Engineer, shall perform 
additional QC testing as specified in the CQC Plan. 
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SECTION 02501 
 

REINFORCED CONCRETE PIPE AND HEADWALLS 
 

 

 

 

 

 

1.3 SUBMITTALS 

The Contractor shall submit the following data in accordance with Section 01300, 
“Submittals”: 

2.12 HEADWALL 

The headwall shall be reinforced precast concrete conforming to the dimensions shown 
on the Contract Drawings. 

PART 1. GENERAL 

1.1 DESCRIPTION 

The Contractor shall furnish all labor, equipment, and materials to install the reinforced 
concrete pipe and headwalls in locations as shown on the Contract Drawings and as 
described in this Section. 

1.2 RELATED SECTIONS 

Related Work and/or equipment specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 

 Section 01300 Submittals 
 Section 01320 Submittal Register 
 Section 02310 Preparation of Subgrade 
 Section 02327 Drainage Ditches 
  

 

 
A. Manufacturer’s Specifications, data sheets, and installation instructions for 

reinforced concrete pipe and headwalls; 
 

B. Other data as necessary to show compliance with these Technical 
Specifications; and 

 
C. Material certifications and test results. 

 
PART 2. PRODUCTS 
 
2.1 REINFORCED CONCRETE PIPE 
 
The reinforced concrete pipe shall be 24 inch diameter concrete pipe.  The pipe walls 
shall be 3 inches thick.  The pipe shall be fitted with a steel grate at the inlet end. 
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2.3 CRUSHED MISCELLANEOUS BASE AGGREGATE 

The concrete headwalls shall be installed to meet elevations as shown on the Contract 
Drawings. 

 
The crushed miscellaneous base aggregate to be used underneath the reinforced 
concrete pipe shall conform to the requirements for base material in Section 02324, 
“Access Road.” 
 
PART 3. EXECUTION 
 
3.1 CONCRETE PIPE INSTALLATION 
 
The reinforced concrete pipe shall be installed on crushed miscellaneous base as shown 
on the Contract Drawings. 
 
3.2 HEADWALL INSTALLATION 
 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.  Upon final inspection, the 
QC Engineer shall provide documentation of compliance. 

 
B. The Contractor shall follow the procedures outlined in the CQC plan. 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
The Contractor, at the discretion of the QC Engineer, shall perform QC testing as 
specified in the CQC Plan. 
 
 

 
 
 

***END OF SECTION*** 
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SECTION 02600 
 

 

 

 

 

 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

ASTM D 2564 (1996) Standard Specification for Solvent 
Cements for Poly(Vinyl Chloride) (PVC) 
Plastic Piping Systems 

ASTM D 5787 (1995) Standard Practice for Monitoring 
Well Protection 

AMERICAN WATER WORKS ASSOCIATION (AWWA) 

AWWA A 100 Standards for Water Wells 

 

 

MONITORING WELL INSTALLATION 
 

PART 1. GENERAL 

1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

B. This Section describes the installation, abandonment, and reinstallation of 4 
inch diameter PVC monitoring wells with protective casings. 

1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 

 
ASTM D 1586 (1984; R 1992) Penetration Test and Split-

Barrel Sampling of Soils 
ASTM D 1785 (1986) Specifications for Polyvinyl Chloride 

(PVC) Plastic Pipe. Schedules 40, 80, and 
120 

ASTM D 5092 (1990) Design and Installation of Ground 
Water Monitoring Well in Aquifers 

ASTM F 480 (1994) Specification for Thermoplastic 
Water Well Casing Pipe 

ASTM F 656 (1996) Standard Specification for Primers 
for Use in Solvent Cement Joints of 
Poly(Vinyl Chloride) (PVC) Plastic Pipe and 
Fittings 

 

 

AWWA C 206 Standard for Field Welding of Steel Water 
Pipe 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
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Section 01052 Field Surveys 
Section 01300 Submittals 

 Section 02714 Geotextile Fabric 

Section 15100 Modification of Existing Monitoring Wells 

1.3 SUBMITTALS 

The Contractor shall submit to the Contracting Officer the following information prior to 
monitoring well installation: 

A. Drilling Subcontractor information, including: 

1. Name and address of the drilling company; 

2. Name of Driller; and 

B. The Contractor shall submit to the Contracting Officer the Manufacturer’s 
catalog information for all pipe casing, protective casings, covers etc.  

1.4 DELIVERY, HANDLING AND STORAGE 

A. Care shall be taken during transportation to ensure that all pipes are not 
cut, kinked, or otherwise damaged.  All materials shall be delivered to the 
Site in protective polyethylene and corrugated boxes. 

B. All material will be transported to the Site in protective coverings and shall 
be virgin or new unless otherwise approved by the Contracting Officer.   
Reuse of previously removed materials shall not occur unless approved by 
the Contacting Officer. 

 Section 01320 Submittal Register 
Section 01400 Construction Quality Control Plan 

 Section 02310 Preparation of Subgrade 
 Section 02320 Granular Gas and Drainage Management Materials 
 Section 02326 Cover Soil 

 Section 02771 HDPE Geomembrane Liner 
 Section 02800 Top Soil 

Section 03300 Cast-in-Place Concrete 

 

 

 

 

 

 
3. Copy of Drilling Company’s NJ Drilling Certification. 

 

 
C. The Contractor shall submit, upon completion of all activities associated 

with this Section, revised Contract Drawings showing the final elevations of 
all groundwater monitoring wells located on-site in accordance with Section 
01300, “Submittals.”  

 
D. Within 14 days of the completion of all Work associated with this Section, 

the Contractor shall submit to the Contracting Officer copies of the Driller’s 
reports for his/her records. 
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C. Ropes, fabric, or rubber-protected slings and straps shall be used when 
handling pipes.  Chains, cables, or hooks inserted into the pipe ends for 
lifting shall not be used. 

PART 2. PRODUCTS 

B. Well screen and riser shall consist of 4 inch diameter schedule 40 PVC with 
threaded leak-proof flush joints and shall extend 2.5 feet above final grade. 

D. All joints shall be threaded and flush jointed.  No glue shall be used. 

E. The wells shall be screened from approximately one foot above the 
groundwater level to the total screen length of 15 feet. The screen shall 
have machine cut slots (0.02 inch size slots). 

2.2 CONCRETE 

All concrete shall conform to the requirements on Section 03300, “Cast-in-Place 
Concrete.” 

2.3 PROTECTIVE STEEL CASING 

A. Protective steel casings shall be constructed of 6 inch diameter, Schedule 
40, carbon steel and shall conform to ASTM D 5787.  

2.4 ANNULAR BACKFILL 

B. Well seal consisting of bentonite pellets placed around the riser above the 
sand; and 

C. Remaining annular space to the surface shall consist of a cement-bentonite 
mixture in the ratio of 8.3 gallons potable water to 5.0 pounds of dry 
bentonite powder per 94 pound bag of cement. 

 

 
2.1 WELL CASINGS 
 

A. The wells shall be of the open standpipe type with PVC screen and riser 
pipes. 

 

 
C. Pipe, fittings and couplings shall be manufactured from a PVC compound 

which conforms to the requirements of ASTM F 480.  All PVC pipes shall be 
pressure rated as required by ASTM D 1785, shall be homogenous 
throughout, and shall be free from cracks, holes, foreign inclusions, and 
other defects. 

 

 

 

 

 

  

 
B. The protective steel casing shall be fitted with a lockable cap with keyed 

alike Master locks. 
 

 
Annular backfill materials shall consist of the following:  
 

A. Sand pack composed of clean sand placed around the well screen; 
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PART 3. EXECUTION 

3.1 WELL INSTALLATION 

The Contractor shall furnish and install 4 monitoring wells in the approximate locations 
and to the depths indicated on the Contract Drawings or as directed in the field.  The 
Contractor shall obtain a New Jersey certified, licensed well driller for the well 
installation. 

Well borings shall be drilled using the hollow stem auger method.  The 
auger shall be of sufficient diameter to make a boring that is a minimum of 
8 inches in diameter.  The borehole shall penetrate a minimum depth of 1 
foot below the bottom of the well. 

1. With the augers still in place in the boring, the Subcontractor shall begin 
well installation.  A clean sand mixture shall be placed in the boring to a 
depth of approximately 12 inches above the bottom of the borehole.  
The well sump, screen, and riser shall be placed in the boring above the 
sand and centered.   

 
2. The gravel pack shall be set in place by gradually adding gravel pack to 

fill the annular space around the screen while avoiding caving of 
formation materials around the screen.  The augers shall be raised a 
minimum of 6 inches during each retraction.  The gravel pack shall 
extend approximately two feet above the top of the screened interval.   

 
3. A minimum two feet thick bentonite pellet seal shall be placed in the 

annulus above the gravel pack in a similar manner by adding the pellets 
while retracting the augers.   

4. Potable water shall be poured on top of the pellets and they shall be 
allowed to hydrate.  The process may include multiple additions of water 
over a period of at least four hours to properly hydrate the bentonite 
pellets.   

5. After the bentonite pellets have sufficiently hydrated and have been 
tampered down, the cement-bentonite grout shall be placed in the 
remaining annulus.  The grout shall be pumped through a tremie pipe to 
fill the annulus from the bottom up as the augers are gradually 
retracted.  The cement-bentonite grout shall be placed to the final 
elevation required.   

 

 

 
3.2 SOIL BORINGS 
 

A. Drilling 
 

 
B. Installation 

 

 

 

 
6. After placement of cement-bentonite grout, the Contractor shall install 

the protective steel casing based on the Contract Drawings. 
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C. Sampling 

1. At five foot intervals or at every change in the stratification, unless 
otherwise directed or approved by the Contracting Officer, a sample of 
the strata shall be taken according to ASTM D 1586 using a split spoon 
sampler. 

 

 

 

 

 

 
2. 1 3/8 inch diameter samples shall be obtained by driving the spoon 

samples by means of a 140 pound weight falling 30 inches and record 
shall be kept of the number of blows required to force the sample tube 
into the soil for each six inches of penetration. 

 
3. Soil samples shall be recovered from below the lowest elevation to 

which driving operations have extended.  Recovery of samples by 
washing, bucketing, or from the auger flights shall not be permitted. 

 
D. Groundwater 

 
The groundwater elevation from the top of the hole shall be obtained after 
completion of the borehole. 

 
E. Refusal 

 
1. Refusal is defined as being a rate of advance of the standard split 

spoon sampler of less than 12 inches per 120 blows or 1 inch per 50 
blows when driven with a 140 pound weight free falling 30 inches. 

2. When refusal is encountered above the required boring depth, the QC 
Engineer or his/her representative is to be notified prior to continuation 
or termination of the hole. 

3. At the discretion of the QC Engineer, should the split sample spoon 
identify the soil as being refusal, when it is known to be a very tight 
glacial till with small cobbles, then the Subcontractor is required to use 
an auger to advance the casing between sampling points. 

4. When refusal is encountered at a depth of less than 5 feet the location 
is to be moved a distance of 5 feet and a new boring taken. 

F. Explosives 
 

The use of explosives shall not be permitted. 
 

3.3 WELL CONSTRUCTION 
 

A. Monitoring Well 
 

1. The monitoring well shall be constructed by installing threaded schedule 
40 PVC pipe having a nominal inside diameter of not less than 4 inches 
into the earth in a vertical position.   
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2. The wells shall be screened from approximately one foot above the 

groundwater level 14 feet below the groundwater level for a total screen 
length of 15 feet. The screen shall have machine cut slots (0.02 inch 
size slots). 

 

 

 

 

 

 

 

3. The well casings shall be extended to 3 feet above final grade. 
 

B. Backfilling 
 

1. The boring hole shall be backfilled with Morie #1 sand or equivalent for 
the total length of the well screen to an elevation two feet above the 
screen.   

 
2. A two feet thick bentonite seal shall be placed above the sand pack. 

 
3. The remaining annulus shall be filled with a cement-bentonite slurry in 

the ratio of 8.3 gallons of water to 5.0 pounds of dry bentonite to 94 
pounds of dry Portland cement. 

 
C. Protective Casing 

 
1. A 6 inch diameter steel casing shall be installed around the new PVC 

monitoring well to a minimum depth of two feet below grade.   
 

2. The steel casing shall be equipped with a permanently mounted 
lockable cap which can be accessed for sampling. 

 
3. The casing shall be painted a high visibility blue using ultraviolet 

resistant paint. 
 

4. The steel casing shall be set with a concrete collar to prevent 
movement of the casing.   

5. Each protective casing shall include a pad lock. 

6. All padlocks shall be keyed alike and two keys shall be provided to the 
Navy. 

 
D. Well Completion and Development 

1. Upon completion of filling and grading activities, the annulus space 
around the new steel casing shall be filled with concrete to final grade 
elevation and allowed to cure for a minimum of 24 hours. 

2. After the surface grout has set at least 24 hours, each well shall be 
developed to remove fine grain materials from the well.   

a. A surge block of sufficient size shall be raised and lowered through 
the screened interval to help develop the well.   
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b. The surge block will then be removed, and a hose inserted to within 
a foot of the base of the well.   

 

 

 

 

 

 

 

 

 

 

 

c. The wells will be developed until the discharge is relatively free of 
sand and silt and the well yields have been optimized. 

3.4 ABANDONED HOLES 

Under the following conditions, the Subcontractor shall make an additional boring at 
locations selected by the Contractor or Contracting Officer at no additional cost to the 
Navy: 

A. The Subcontractor either removes casing or apparatus from a borehole or 
abandons the hole without the permission of the QC Engineer or the 
Contracting Officer. 

B. The Subcontractor fails to carry a boring to the depth required by the 
Contracting Officer, except where refusal is encountered below five feet in 
depth. 

 
C. The Subcontractor fails either to keep complete records of materials 

encountered or to furnish the Contracting Officer with the required samples 
and cores. 

3.5 ABANDONMENT OF WELLS 

A. During excavation of the area, the Contractor shall abandon any existing 
monitoring wells as directed by the Contracting Officer.  The Contractor 
shall be responsible for the abandonment of the wells and for properly 
managing any debris associated with them as construction debris. 

B. The Contractor shall obtain a New Jersey certified, licensed, well driller for 
abandonment of the monitoring wells. 

C. The Contractor shall apply to the NJDEP for approval to seal the existing 
monitoring wells in accordance with the rules in N.J.A.C. 7:9-9. 

D. The Contractor shall remove any protective casing from around the well 
prior to decommissioning the well. 

E. The Contractor shall fill the open monitoring well with neat cement from the 
bottom of the well up to the surface after removing the bottom end cap. 

 
1. Upon filling the monitoring well, begin pulling the casing out of the 

borehole. 
 

2. After removing the casing and screen, fill the remainder of the borehole 
to the surface with the neat cement.  Allow the slurry to settle for 1 day 
and observe for settling. 

 
3. If settling occurs fill the remainder of the borehole with neat cement. 
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F. If the riser pipe and/or well screen breaks or cannot be removed from the 

borehole, cut the pipe approximately 6 inches below the bottom of the 
excavation.  Fill the monitoring well with neat cement as specified in 3.5E. 

 
G. Following the abandonment of each monitoring well the Contractor shall 

manage the debris in accordance with Section 2250, “Off-Site 
Transportation and Disposal.” 

 
H. Following abandonment of the wells the Contractor shall make all 

submittals required under N.J.A.C. 7:9-9. 
 
3.6 WELL REINSTALLATION 
 

A. The Contractor shall reinstall new wells in a location as directed by the 
Contracting Officer. 

 
B. Well borings shall be installed as per 3.1-3.4 above. 

 
3.7 FIELD SURVEYING 
 
Upon completion of all well installation, abandonment, and grading activities, a New 
Jersey licensed surveyor shall survey the final elevations and record on a scaled site 
plan the locations of all modified wells. 
 
3.8 RECORDS AND REPORTS 
 
As the Work progresses, the drill crew foreman shall keep a complete, neat, accurate, 
and legible record of each boring that shall contain the following information: 
 

A. General Information 
 

1. Date, weather, and time; 
 

2. QC Engineer, Subcontractor, Inspector, and Drill Foreman; 
 

3. Location and identifying number of test boring and reference to survey 
data; 
 

4. Ground elevation at hole as established by the QC Engineer; 
 

 

 

5. The groundwater table elevation and the length of time to record the 
groundwater elevation from the completion of the boring hole to the 
measuring of the groundwater table elevation; and 

6. Any additional information that may be helpful to the QC Engineer 
interpreting the boring results such as unusual rainfall, drought condition 
preceding and/or during the tests or any unusual groundwater condition 
such as artesian flow. 
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B. Soil Boring Information 
 

1. The results of all boring details for each hole shall be arranged in 
graphical tabular form giving the full information on the vertical 
arrangement, thickness, and a description of the geologic character of 
the materials penetrated and depth below ground surface at which each 
change of stratification occurs. 

2. Depth of bottom of hole, type of borehole and samples, recovery 
fraction, and number of each sample taken.  All samples shall be 
numbered consecutively in the order of the progress of Work. 

5. Heights of drop and weight of drop hammer for taking drive samples 
and driving casing, if applicable, and size of drill rod. 

6. A natural or dry sample of each five foot interval or change in strata. 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.  Upon final inspection, the 
QC Engineer shall provide documentation of compliance. 

 
***END OF SECTION*** 

 

 
3. Depth below ground surface at which groundwater is encountered, 

together with the date when the measurement was taken and the 
number of hours after completion of the boring.  If no water is 
encountered indicate it by note “No water encountered.” 
 

4. The resistance of penetration of the standard sampling spoon as 
indicated by the number of blows per six inches required to drive it in 
each stratum of soil. 
 

 

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

 
B. The Contractor and Subcontractor shall follow the procedures outlined in 

the CQC plan. 
 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
The Contractor or Subcontractor, at the discretion of the QC Engineer, shall perform QC 
testing as specified in the CQC Plan. 
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SECTION 02714 
 

GEOTEXTILE FABRIC 
 

PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

 
B. This Section covers the materials to be used and installation procedures for 

geotextiles used for protection, separation, and filtering application in lining 
systems. 

 
C. The Contractor shall be prepared to install geotextile in conjunction with the other 

components of the cover system and in accordance with the CQC Plan. 
 
1.2 REFERENCES AND RELATED SECTIONS 
 
The publications listed below form a part of this Specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  In case of contradiction, the 
most stringent code applies. 
 
AMERICAN SOCIETY FOR TESTING MATERIALS (ASTM) 
 

ASTM D 3776 (1994) Fabric, Mass Per Unit Area (Weight) of  
ASTM D 3786 (1987) Standard Test Methods for Hydraulic 

Bursting Strength of - Knitted Goods and 
Nonwoven Fabrics – Diaphragm Bursting Strength 
Test Method 

ASTM D 4491 (1993) Standard Test Method for Water 
Permeability of Geotextiles by Permittivity 

ASTM D 4533 (1994) Standard Test Method for Trapezoid Tearing 
Strength of Geotextiles 

ASTM D 4632 (1994) Standard Test Method for Grab Breaking 
Load and Elongation of Geotextiles 

ASTM D 4751 (1994) Standard Test Method for Determining 
Apparent Opening Size of a Geotextile 

ASTM D 4833 (1994) Standard Test Method for Index Puncture 
Resistance of Geotextiles, Geomembranes, and 
Related Products 

 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01320 Submittal Register 

A. The Contractor shall provide all materials, labor, and equipment to perform the 
Work specified in this Section in accordance with the Technical Specifications and 
Contract Drawings. 

ASTM D 5261 (1996) Standard Test Method for Measuring Mass 
per Unit Area of Geotextiles 
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 Section 01400 Construction Quality Control Plan 
 Section 02771 High Density Polyethylene (HDPE) Geomembrane 
 
1.3 SUBMITTALS 
 
The following items shall be submitted in accordance with Section 01300, “Submittals”: 
 

A. The Contractor shall obtain from the Geotextile Manufacturer and submit the 
guaranteed “Minimum Average Roll Values” as defined by the Federal Highway 
Administration of the stock product to be supplied to the Contractor.  This submittal 
must be approved by the Contracting Officer prior to shipment of the geotextile 
rolls. 

 
B. The Contractor shall obtain from the Geotextile Manufacturer and submit the 

following documentation on geotextile production.  The submittal must be approved 
prior to the shipment of the geotextile rolls. 

 
1. Manufacturing quality control certificates for each shift’s production.  The 

certificates shall identify the origin of the resin and the Manufacturer of the 
resin.  The certificates shall be signed by responsible parties employed by the 
Manufacturer (such as the Production Manager). 

 

 
a) Roll numbers and identification; 

 
b) Sampling procedures; 

 
c) Results of quality control tests verifying each of the properties listed in 

Table 02714-1; and 
 

d) Descriptions of test methods used. 

2. The quality control certificate shall include: 

 
3. The Geotextile Manufacturer quality control tests to be performed are outlined 

in Part 2.2 of this Section. 
 

4. The Geotextile Manufacturer shall provide results of tests performed using the 
procedures listed in Table 02714-1.  A written certification signed by a 
responsible party employed by the Manufacturer, that the materials actually 
delivered have “minimum average roll values” properties which meet or exceed 
all property values guaranteed for that type of geotextile shall accompany the 
test results. 

 
C. No geotextile shall be installed prior to approval of all related submittals. 

 
1.4 QUALIFICATIONS 
 

A. The Contractor shall contract a Geotextile Manufacturer to supply geotextile filter.  
The Geotextile Manufacturer shall meet the following qualification requirements. 
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1. The Geotextile Manufacturer shall be responsible for the production and 
delivery of geotextile rolls and shall be a well-established firm with more than 
two years experience in the manufacture of geotextiles.  The Geotextile 
Manufacturer shall submit a statement to the Contracting Officer listing: 

 
a) Certified minimum average roll values of the proposed geotextiles and the 

test used to determine those properties; and 
 

b) Production capacity available and projected delivery dates for this Project. 
 
PART 2. PRODUCTS 
 
2.1 GEOTEXTILE PROPERTIES 

 

 
B. Sampling shall, in general, be performed on sacrificial portions of the material such 

that repair of the material is not required. 
 

C. Samples that do not meet the specified properties shall result in rejection of the 
applicable rolls. 

 
D. At the Geotextile Manufacturer’s discretion and expense, additional testing of 

individual rolls may be performed to more closely identify the non-complying rolls 
and/or to qualify individual rolls. 

 
E. The Geotextile Manufacturer shall additionally comply with the certification and 

submittal requirements of the CQC Plan. 

 
A. The Contractor shall furnish materials whose minimum average roll values meet or 

exceed the criteria specified in Table 02714-1.  The geotextiles shall be stock 
products.  The Contractor shall not furnish products specifically manufactured to 
meet the Specifications of this Project unless authorized by the Contracting Officer. 

 
B. The products shall be needle punched non-woven geotextiles manufactured from 

continuous filaments or stable fibers. 
 

C. In addition to the property values listed in Table 02714-1, the geotextiles shall: 
 
1. Retain their structure during handling, placement, and long-term service; and 
 
2. Be capable of withstanding direct exposure to sunlight for a minimum of 30 

days with no measurable deterioration. 
 
2.2 MANUFACTURING QUALITY CONTROL 

A. The Geotextile Manufacturer shall sample and test the mechanical properties of 
geotextile material, at a minimum, once every 100,000 ft2.  Apparent opening size 
and permittivity shall be tested, at a minimum, once every 500,000 ft2.  The quality 
control tests shall demonstrate that the material conforms to all requirements in 
Part 2.1 of this Section. 
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2.3 PACKING AND LABELING 
 

A. Geotextiles shall be supplied by the Geotextile Manufacturer in rolls wrapped in 
relatively impermeable and opaque protective covers. 

 
B. Geotextile rolls shall be marked or tagged by the Geotextile Manufacturer with the 

following information: 
 

1. Manufacturer’s name; 

 

5. Roll dimensions. 

C. Geotextile rolls which cannot be identified because of missing or damaged labels 
shall be removed from the Job Site and replaced at no additional expense to the 
Navy. 

D. If any special handling is required, it shall be so marked on the rolls by the 
Geotextile Manufacturer. 

 

2.4 TRANSPORTATION 

A. Transportation of the geotextiles shall be the responsibility of the Contractor and 
may be provided by the Geotextile Manufacturer.  The Contractor shall be liable for 
all damage to the material incurred prior to and during transportation to the Site. 

 

 
B. The Contractor shall be liable for all damage to the materials incurred prior to final 

acceptance of the containment system by the Contracting Officer. 

 
2. Product identification; 

3. Lot number; 
 

4. Roll number; and 
 

 

 

E. The lots for which geotextile rolls are contained must be at least 75,000 ft2.  Any 
rolls contained in a smaller lot than 75,000 ft2 will be rejected and must be removed 
from the Job Site and replaced at no additional expense to the Navy. 

 

 

 
B. During shipping, the geotextile shall be protected from ultraviolet light exposure, 

precipitation or other inundation, mud, dirt, dust, puncture, cutting or any other 
possible cause of damage. 

2.5 HANDLING AND STORAGE 
 

A. Handling, storage, and care of the geotextiles following transportation to the Site 
shall be the responsibility of the Contractor. 

 
C. The Contractor shall be responsible for storage of the geotextile at the Site after 

the material is delivered.  As required by the Contracting Officer, geotextiles shall 
be stored off the ground and shall be protected from ultraviolet light exposure, 
mud, dirt, dust and any other possible cause of damage. 
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D. Any additional storage procedures required by the Geotextile Manufacturer shall be 

the Contractor’s responsibility. 

3.1 FAMILIARIZATION 
 

 

 
A. Geotextiles shall be handled in such a manner as to ensure that they are not 

damaged in any way. 
 

 
PART 3. EXECUTION 
 

A. Prior to implementing any of the Work descried in this Section, the Contractor shall 
become thoroughly familiar with all portion of the Work falling within this Section. 

B. Inspection 
 

1. Prior to implementing any of the Work in this Section, the Contractor shall 
carefully inspect the installed Work of all other Sections and verify that all Work 
is complete to the point where the Work of this Section may properly 
commence without adverse impact. 

 
2. If the Contractor has any concerns regarding the installed Work of other 

Sections, he/she shall immediately notify the Contracting Officer in writing prior 
to the start of this Section.  Failure to inform the Contracting Officer in writing 
will be construed as Contractor’s acceptance of the related Work of all other 
Sections. 

 
3.2 HANDLING AND PLACEMENT 

B. Precautions shall be taken to prevent damage to underlying layers during 
placement of the geotextile. 

 
C. After unwrapping the geotextile from its opaque cover, the geotextile shall not be 

left exposed for a period in excess of 30 days. 
 

D. If white colored geotextile is used, precautions shall be taken against 
“snowblindness” of personnel. 

 
E. On slopes, the geotextile will be securely anchored and then rolled down the slope 

in such a manner as to continually keep the geotextile panel in tension to minimize 
the presence of wrinkles. 

 
F. No excess tensile stress should occur in geotextile during placement. 

 
G. During placement of geotextiles, care will be taken not to entrap stones, excessive 

dust, or moisture in the geotextile that could damage the adjacent geosynthetics, 
generate clogging of drains or filters, or hamper subsequent seaming. 

 
H. The Contractor shall weight the geotextile with sandbags or equivalent in the 

presence of wind.  Do not remove weight until replaced with cover material. 
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I. The geotextiles shall be cut with geotextile cutter (hook blade).  Protect adjacent 
materials from potential damage during cutting of geotextile. 

 
J. The Contractor shall prevent damage to underlying lining materials and minimize 

slippage during placement of geotextile. 
 

K. The QC Engineer and Contractor shall examine the entire geotextile surface after 
installation to ensure that no harmful foreign objects are present.  Such foreign 
objects shall be removed and damaged geotextile shall be replaced by the 
Contractor. 

 
3.3 OVERLAPS 
 
Filter geotextiles shall be overlapped a minimum of 12 inches. 
 
3.4 REPAIR 

 

 
A. Any holes or tears in the geotextile shall be repaired as follows: 

 
1. On slopes steeper than 10 horizontal to 1 vertical, a patch made from the same 

geotextile shall be double sewn in place (with each seam ½ inch apart no 
closer than 1 inch from any edge) or heat bonded as appropriate. 

 
2. On slopes flatter than 10 horizontal to 1 vertical, a patch made from the same 

geotextile shall be sewn or heat bonded in place with an inch overlap in all 
directions. 

 
3.5 MATERIALS IN CONTACT WITH GEOTEXTILES 
 

A. The Contractor shall take all necessary precautions to ensure that the geotextiles 
are not damaged during installation or other components of the cover system or by 
other construction activities. 

 
B. Soil shall be spread on top of the geotextile to cause the soil to cascade onto the 

geotextile rather than be shoved across the geotextile. 

3.6 PRODUCT PREPARATION 
 

A. The Contractor shall use all means necessary to protect all prior Work and 
materials and completed Work of other Sections. 

 
B. In the event of damage, the Contractor shall immediately make all repairs and 

replacements necessary, to the approval of the Contracting Officer and at no 
additional cost to the Navy. 
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PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field Supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings.   

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
TABLE 02714-1 

 
GEOTEXTILE FILTER AND SEPARATOR PROPERTIES 

 
Properties Qualifier Test 

Methods 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
The Contractor, at the discretion of the QC Engineer, shall perform QC testing as specified in 
the CQC Plan. 

Units Specified  Values(1) 

N/A Polymer Composition 
 

Minimum 
 

oz/yd2  

95 polypropylene or 
polyester by weight 

 12 for the ditches, 
access road, & decon 

pad 
 

% 
  

ASTM D 
5261 

Mass per unit area Minimum 8 for the cover system 

Filter Requirements 
(only for filter) 

Apparent opening size 

 

 
 

mm 
1/s 

 
 
 

095 ≤0.2 
1.0 

 
 
 

ASTM D 
4751 

ASTM D 
4491 

 
 

  
Maximum 

Permittivity Minimum 

Mechanical 
Requirements 
 
Grab strength 
Tear strength 
Puncture strength 

 
 

Minimum 

 

lb (N) 

 

250 (1,115) 
 

ASTM D 
4533 

  
 

ASTM D 
4632 

lb (N) Minimum 
95 (425) Minimum 

130 (580) lb (N) 

ASTM D 
4833 

Notes: 
 

 

***END OF SECTION*** 

(1) All values represent minimum average roll values (i.e. any roll in a lot should meet or 
exceed the values in this table. 
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1.1  DESCRIPTION 

A. This Section describes all Work associated with the proper installation of the a 
High Density Polyethylene (HDPE) geomembrane liner at Site 10 and should be 
used in conjunction with the Contract Drawings. 

B. The following words and terms specified below, for the purpose of this Section, 
have the following meaning: 

 
1.  

SECTION 02771 

HIGH DENSITY POLYETHYLENE (HDPE) GEOMEMBRANE LINER 

PART 1. GENERAL 

 

 

Subcontractor – shall mean that entity contracted by the Contractor to perform 
the correct and complete installation of the HDPE geomembrane liner. 

 
2.  Construction Quality Control (QC) Engineer – shall mean the Foster Wheeler 

employee assigned such responsibilities as acting on-site Quality Control (QC) 
Engineer who will oversee the installation of the HDPE geomembrane liner. 

 
3. Subcontractor Quality Assurance (QA) Engineer: shall mean that employee of 

the Subcontractor who is responsible for the quality control measures 
necessary for the proper installation of the HDPE geomembrane liner. 

 

 

 

 

 

 

 

C. The Contractor shall furnish all labor, materials, tools, and supervision necessary 
to prepare the sub-grade, divert surface water, dewatering, excavation and 
backfilling for permanent anchorage of the HDPE geomembrane liner, providing 
access to the construction area, and preparing an area for staging and stockpiling 
geosynthetics. 

D. The Subcontractor shall furnish all labor, materials, tools, supervisions, 
transportation, and installation equipment necessary for the installation of the 
double-sided textured surface HDPE Geomembrane Liner as specified herein and 
as shown as the Contract Drawings. 

E. The Subcontractor shall be prepared to install the HDPE geomembrane liner in 
conjunction with the earthwork and other components of the capping system. 

1.2   REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  In case of contradiction, the 
most stringent code applies. 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

ASTM D 413 (1982) Rubber Property-Adhesion to Flexible 
Substrate  
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ASTM D 570 (1992) Standard Test Method for Water Absorption 
of Plastics 

ASTM D 746 (1979) Standard Test Method for Brittleness, 
Temperature of Plastics and Elastomers by Impact 

ASTM D 1004 (1991) Standard Test Method of Initial Tear 
Resistance of Plastic Film and Sheeting 

ASTM D 1238 (1991) Standard Test Method for Flow Rates of 
Thermoplastics by Extrusion Plastometer 

ASTM D 4833 (1994) Test Method for Index Puncture Resistance 
of Geotextiles, Geomembranes, and Related 
Products 

ASTM D 5397 Standard Test Method for Evaluation of Stress 
Crack Resistance of Polyolefin Geomembranes 
Using Notched Constant Tensile Load Test 

 

 

 

 

 Section 01320 Submittal Register 

Section 02310 Preparation of Subgrade 

ASTM D 638 (1992) Standard Test Method for Tensile Properties 
of Plastics 

ASTM D 792 (1993) Standard Test Methods for Density and 
Specific Gravity (Relative Density) and Density of 
Plastics by Displacement 

ASTM D 1204 (1985) Standard Plastics Test Method for Linear 
Dimensional Changes of Non-rigid Thermoplastic 
Sheeting or Film at Elevated Temperature. 

ASTM D 1505 (1991) Standard Test Methods for Density of 
Plastics by Density-Gradient Technique 

ASTM D 1603 (1994) Standard Test Method for Carbon Black in 
Olefin Plastics 

ASTM D 4437 Standard Test Methods for Determining the 
Integrity of Field Seams Used in Joining Flexible 
Polymeric Geomembranes 

ASTM D 5321 (1992) Standard Test Method for Determining the 
Coefficient of Soil and Geosynthetic or 
Geosynthetic and Geosynthetic Friction by the 
Direct Shear Method 

ASTM D 5596 Standard Test Method for Microscopic Evaluation 
of the Dispersion of Carbon Black in Polyolefin 
Geosynthetics 

GEOSYNTHETIC RESEARCH INSTITUTE 

GRI GM-8 Standard Test Method for Measurement of the 
Core Thickness of Texture Geomembranes 

Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 

Section 01300 Submittals 

Section 01400 Construction Quality Control Plan 

Section 02320 Granular Gas Management and Drainage Materials 
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1.3 SUBMITTALS 
 

A. The Subcontractor shall submit to the QC Engineer and the Contracting Officer the 
following information on the Geomembrane Manufacturer in accordance with 
Section 01300, “Submittals”: 

 

 

 

 

 

 
b. The names of the Client, General Contractor, and Contractor; and 

 

 
3. Origin and identification of the polyethylene resin to be used for the roll for this 

Project (Resin Supplier’s name, resin production plant, brand name and 
number). 

 
B. Prior to transporting any geomembrane to the Site, the Contractor shall submit to 

the Contracting Officer, the following documentation on the resin used to 
manufacture the geomembranes: 

 
1.  Copies of quality control certificates issued by the Resin Supplier including the 

production dates and origin of the resin used to manufacture the geomembrane 
for the Project; 

 
2. Results of tests conducted by the Geomembrane Manufacturer to verify the 

quality of the resin used to manufacture the geomembrane roll assigned to the 
Project; and 

 
3. Certification that no reclaimed polymer (post-consumer) is added to the resin 

during the manufacturing of the geomembrane for this Project.  If recycled 
polymer (post-consumer) is used, the Manufacturer shall submit a notarized 
certificate signed by the Production Manager documenting the quantity of 
recycled material (no more than 2% by weight), including a description of the 
procedure used to measure the quantity of recycled polymer. 

 

1. Manufacturing capabilities, including: 

a.  Manufacturing quality control procedures; and 

b. List of material properties, including test results, to which are attached liner 
samples. 

2. A list of completed facilities for which the Geomembrane Manufacturer has 
manufactured a HDPE geomembrane. The following information must be 
provided for each facility: 

a.  Name, location, purpose of facility, and date of installation; 

c. Thickness and surface area of geomembrane manufactured. 

 
4. Certification that the welding rod resin consists of the same or compatible 

polyethylene resin to be used for the rolls for this Project. 
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C. The Subcontractor shall submit to the QC Engineer and the Contracting Officer the 
following documentation on the geomembrane roll production prior to the shipment 
of the geomembrane: 

 
1.  Notarized manufacturing specifics for each roll of geomembrane to be used on 

the Site, signed by responsible parties employed by the Geomembrane 
Manufacturer (such as the Production Manager). 

 
2. Quality control certificates.  The following information shall be included on each 

certificate: 
 

a.  Roll numbers and identification; 
 

c.  Results of quality control tests, including descriptions of the test methods 
used. 

 
3. The Geomembrane Manufacturer quality control tests to be performed are 

outlined in Part 2.2 of this Section. 
 

4. The Manufacturer warranty as specified in Part 1.5.A of this Section. 
 

D. Prior to installing the geomembrane, the Subcontractor shall submit to the QC 
Engineer and Contracting Officer, the following information: 

 
1.  A drawing showing the installation layout identifying geomembrane panel 

configurations, dimensions, details, locations of seams, as well as any variance 
or additional details which deviate from the Contract Drawings.  The layout 
shall be adequate for use as a construction plan and shall include dimensions, 
details, etc.  The layout Drawings, as modified and/or approved by the 
Engineer and Contracting Officer, shall become part of these Technical 
Specifications.; 

 
2.  Installation schedule; 

 
3. Copy of Contractor’s letter of approval or license for the Geomembrane 

Manufacturer; 
 

4. Installation capabilities including: 
 

a.  Information on equipment proposed for use during this Project; 

 
c.  Quality control procedures. 

 
5. A list of completed facilities for which the Subcontractor has installed the HDPE 

geomembrane.  The following information shall be provided for each facility: 
 

a.  The name and purpose of the facility, its locations, and dates of installation; 

b. Sampling procedures; and 
 

 
b.  Average daily production anticipated for this Project; and 
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b.  The names of the Client, General Contractor, Geomembrane Manufacturer, 

and the name and phone number of a contact at the facility who can 
discuss the project; 

 
c. Thickness and surface area of installed geomembrane; and 

 
d. Type of seaming and seaming apparatus employed. 

 
6. Resume of the installation Superintendent to be assigned to this Project, 

including dates and duration of employment; and 
 

7. Resumes of all personnel who will perform seaming operations on this Project, 
including dates and duration of employment. 

 

F. During installation, the Subcontractor shall be responsible for the timely submission 
to the QC Engineer and the Contracting Officer of : 

 
1.  Quality control documentation; and 

 
2. Subgrade acceptance certificates, signed by the Geomembrane Installation 

Contractor, for each area to be covered by the geomembrane. 
 
1.4  QUALIFICATIONS 
 
The Subcontractor and Geomembrane Manufacturer shall meet the qualification requirements 
of this Technical Specification and shall be approved by the Contractor and the Contracting 
Officer. 
 

A. Subcontractor 
 

The Subcontractor shall accept and retain full responsibility for the installation and 
shall be responsible for any defects in the completed geomembranes. 

  
B. Geomembrane Manufacturer 

 
The Geomembrane Manufacturer shall be responsible for the production of 
geomembrane rolls from approved resin and shall have sufficient production 
capacity and qualified personnel to provide material meeting the requirements of 
this Section and the construction schedule for this Work.  The Manufacturer shall 
be a well-established firm with more than two years experience in the manufacture 
of HDPE geomembrane liner.  The Manufacturer shall be prepared to furnish 
references and information regarding manufacturing capabilities.  

 

E. A Certificate of Calibration less than 12 months old shall be submitted for the field 
tensiometer referenced in Part 3.5 of this Section prior to the installation of any 
geomembrane. 
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C. Geosynthetics Installation 
 

The Subcontractor shall be responsible for field handling, deploying, seaming, and 
temporarily restraining (against wind) of the geomembranes and other components 
of the cover system.  The Subcontractor shall be a well-established firm with more 
than two years experience with geosynthetics installation.  The Subcontractor shall 
be prepared to furnish references and information regarding installation 
capabilities. 
 
1. The installation crew shall have the following experience: 

 
a.  The Superintendent shall have supervised the installation of a minimum of 

2,000,000 square feet of HDPE geomembrane. 
 

b.  At least one seamer shall have experience seaming a minimum of 100,000 
linear feet of HDPE geomembrane seams using the same type of seaming 
apparatus as proposed for use at this Site.  Seamers with such experience 
will be designated “Master Seamers” and shall provide direct supervision 
over less experienced seamers. 

 
c. All other seaming personnel shall have seamed at least 10,000 linear feet 

of HDPE geomembrane seams using the same seaming apparatus as 
proposed for use at this Site.  Personnel who have seamed less than 
10,000 linear feet of seams shall be allowed to seam only under the direct 
supervision of the master seamers or Superintendent. 

 
1.5  WARRANTY 
 

A.  The Geomembrane Manufacturer/Subcontractor shall furnish the Contracting 
Officer with a 20-year written warranty against defects in materials.  Warranty 
conditions concerning limits of liability will be evaluated and must be acceptable to 
the Contracting Officer. 

 

 

 
B. The Subcontractor shall furnish the Contracting Officer with a 1 year written 

warranty against defects in workmanship.  Warranty conditions concerning limits of 
liability will be evaluated and must be acceptable to the Contracting Officer. 

PART 2. PRODUCTS 

2.1   RESIN PROPERTIES 
 

A.  The geomembrane shall be manufactured from new, first-quality polyethylene 
resin.  The use of polymer recycled during the manufacturing process (pre-
consumer) shall be permitted if performed with appropriate cleanliness and if the 
recycled polymer does not exceed 2 percent by weight of the total polymer weight.  
If recycled polymer (post-consumer) is used, the Manufacturer shall submit a 
notarized certificate signed by the Production Manager documenting the quantity of 
recycled material (no more than 2% by weight), including a description of the 
procedure used to measure the quantity of recycled polymer. 
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B.  The resin shall comply with the following HDPE specified properties: 
 

1.  Specific Gravity: 0.934 minimum (ASTM D 792 Method A or ASTM D 1505); 
and 

 

2.2  GEOMEMBRANE PROPERTIES 
 

A.  The Geomembrane Manufacturer shall furnish geomembrane having the properties 
that comply with the required property values shown in Table 02771-1. 

 

 
C. The geomembrane shall not have striations, pinholes, holes, bubbles, blisters, 

nodules, undispersed raw materials, or any sign of contamination by foreign matter 
on the surface or in the interior. 

2. Melt Index: 1.0 g / 10 min, maximum (ASTM D 1238 Condition E: 190oC, 2.16 
kg). 

 

B. In addition to the property values listed in Table 02771-1, the geomembranes shall 
contain a maximum of 1 percent by weight of additives, fillers, or extenders (not 
including carbon black). 

 
2.3 MANUFACTURING QUALITY CONTROL 
 

A.  Resin 
 

1. The Geomembrane Manufacturer shall sample and test the resin to 
demonstrate that the resin complies with these Technical Specifications.  The 
Geomembrane Manufacturer shall certify in writing that the resin does meet 
these Technical Specifications, and shall be held liable for any non-compliance. 

 
2.  Any geomembrane manufactured from non-complying resin shall be rejected. 

 
3. The Geomembrane Manufacturer shall comply with the submittal requirements 

of Part 1.3 of this Section. 
 

B.   Rolls 
 

1.  The Geomembrane Manufacturer shall continuously monitor geomembranes 
for defects during the manufacturing process. 

 
2.  No geomembrane shall be accepted which exhibits any defects. 

 
3. The Geomembrane Manufacturer shall measure the geomembrane thickness 

at regular intervals along the length of the roll. 
 

4.  No geomembranes shall be accepted which fail to meet the specified 
thickness. 
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TABLE 02771-1 
REQUIRED HDPE GEOMEMBRANE PROPERTY VALUES 

 
Properties Qualifiers Units Test Values Method 

Physical Properties:  
1. Thickness 
 
 

 

 

 

 

 

mils 
(mm) 

 

 
54 (1.73) 

 
0.94 

1.0 

ASTM D 5994 (textured) mils 
(mm) 

Minimum 
  
 60 (1.52) Average 
  

ASTM D 792 (Method A) or 
ASTM D 1505  

N/A Minimum 2. Specific Gravity 
  

ASTM D 1248 (Condition  
E,  190°C, 2.16 kg) 

g/10 
min 

Maximum 3. Melt Flow Index 

Mechanical Properties:     
1. Tensile Strength at 

Yield (Force per unit 
width) 

2. Tensile Strength at 
Break (Force per unit 
width) 

3. Elongation at Yield 
4. Elongation at Break 
5. Tear Resistance 
6. Puncture Resistance 

Minimum 
  

75 (13) 
 

150 
ASTM D 638 

ASTM D 638 140 (25) lb/in 
(kN/m)  

ASTM D 638 lb/in 
(kN/m) 

Minimum 
  

73 % Minimum 
ASTM D 638 % Minimum 

ASTM D 1004, Die C 42 (200) lb (N) Minimum 
ASTM D 4833 80 (335) lb (N) Minimum 

Environmental 
Properties: 
1. Low Temperature 
 
2. Carbon Black Content 
3. Carbon Black 

Dispersion 
4. Dimensional Stability 

(each direction) 
5. Water Absorption           

(% Weight Change) 
6. Resistance Stress 

Crack 

 

 

hours 

 

 

±3 
 

 

 

ASTM D 5596 
 

ASTM D1204 (212°F 
[100°C], 15 min) 

ASTM D 570 (as modified in 
NSF Appendix A) 

ASTM D 5397 (Single Point 
Method as modified in GRI 

GM-5) 

  
ASTM D 746 (Procedure B) -107 (-77) Minimum °F (°C) 

 
ASTM D 1603 2-3 Range % 

10 of 10 in 
Categories 1 & 2 

N/A None 
  

Maximum 
change 

% 
 

Maximum 0.1 % 
  

Maximum 200 

Interface Properties:    
Residual 

strength of 75 at 
confining 

pressure of 100 
psf 150 at 
confining 

pressure of 300 
psf, 230 at 
confining 

pressure of 500 
psf 

 
1. Critical Interface with 

Geocomposite or soil 
Minimum Psf ASTM D 5321 
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5.  The Geomembrane Manufacturer shall sample and test the geomembrane, at a 
minimum, once every 40,000 square feet to demonstrate that its properties 
conform to the values specified in Table 02771-2.  At a minimum, the following 
tests shall be performed: 

TEST METHODOLOGY 

 
TABLE 02771-2 

 

Specific Gravity ASTM D 792 Method A or ASTM D 
1505 

Thickness ASTM D 5994-8 (textured) 
 

Yield Strength ASTM D 638 
 

Yield Elongation ASTM D 638 
Tensile Strength ASTM D 638 

Tensile Elongation ASTM D 638 
Carbon Black ASTM D 1603 

Carbon Black Dispersion ASTM D 5596 
 

 

6.  Any geomembrane sample that does not comply with these Technical 
Specifications will result in rejection of the roll from which the sample was 
obtained and will not be used for the Work. 

7.  If a geomembrane samples fails to meet the quality control requirements of this 
Section the Geomembrane Manufacturer shall sample and test each roll 
manufactured in the same resin batch or at the same time as the failing roll.  
Sampling and testing of rolls shall continue until a pattern of acceptable test 
results is established. 

 
8.  Additional testing may be performed at the Geomembrane Manufacturer’s 

discretion and expense, to isolate and more closely identify the non-complying 
rolls and/or to qualify individual rolls. 

 
9.  The following tests should be run on each batch of rolls or at the rate of 1 per 

100,000 square feet frequency of resin. 
 

TEST METHODOLOGY 
Notched Constant Tensile Load 

Resistance Stress Crack 
ASTM D 5397  

(as modified by GRI-GM5B) 
Low Temperature Brittleness ASTM D 746 

 
10. In addition, the Geomembrane Manufacturer shall certify and provide test data 

from interface shear test results (ASTM D 5321) from textured sheets against a 
geocomposite and a foundation layer soil.  The minimum values given in Table 
02771-1 shall be met.  Conformance with the Technical Specifications will be 
verified by conformance testing completed by the QC Engineer as outlined in 
Part 4.2 of this Section. 
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11. The Geomembrane Manufacturer shall comply with the submittal requirements 
of Part 1.3 of this Section. 

 
C.  The Geomembrane Manufacturer shall permit the Navy’s Representative to visit 

the manufacturing plant for work specific visits, if required.  If possible, such visits 
will be prior to or during the manufacturing of the geomembrane roll for the specific 
Project. 

 

1.  Thickness of material; 
 

2.  Length and width of roll; 
 

3.  Name of Geomembrane Manufacturer; 
 

4. Product Identification; 
 

5. Lot Number; and 
 

6. Roll Number. 

2.5 TRANSPORTATION, HANDLING, AND STORAGE 
 

A.  Transportation of the geomembrane shall be the responsibility of the 
Subcontractor. 

 
B.  Handling and care of the geomembranes prior to and following installation at the 

Site shall be the responsibility of the Subcontractor.  The Subcontractor shall be 
liable for all damage to the materials incurred prior to final acceptance of the liner 
system by the Contracting Officer and the Contractor. 

 

2.4 PACKAGING AND LABELING 
 

A.  Geomembrane rolls shall be labeled with the following information: 
 

 
B. The lots for which geomembrane rolls are contained must be at least 75,000 

square feet.  Any rolls contained in a lot smaller than specified will be rejected and 
must be removed from the Job Site and replaced at no additional cost to the 
Contractor.  

 

 
C.  The Contractor shall be responsible for storage of the geomembrane at the Site.  

The geomembrane shall be protected from excessive heat or cold, dirt, puncture, 
cutting or other damaging conditions.  Any additional storage procedures required 
by the Geomembrane Manufacturer shall be the Contractor’s responsibility. 

 
PART 3.  EXECUTION 

3.1 FAMILIARIZATION 
 

A.  Prior to implementing any of the Work in this Section, the Subcontractor shall 
become thoroughly familiar with all portions of the Work associated with this 
Section. 

 02771-10



Contract No. N62472-99-D-0032 

 
B. Inspection 

 
1.  Prior to implementing any of the Work in this Section, the Contractor and 

Subcontractor shall carefully inspect the installed Work of all other Sections 
and verify that all Work is complete to the point where the Work of this Section 
may properly commence without adverse impact. 

 
2.  If the Subcontractor has any concerns regarding the installed Work of other 

Sections, he/she should notify the Contractor in writing prior to the start of Work 
contained in this Section.  Failure to inform the Contractor in writing will be 
construed as Subcontractor’s acceptance of the related Work of other Sections. 

 
3.  Prior to any installation operations the Subcontractor shall prepare an 

installation schedule.  This schedule must be approved by the Contracting 
Officer prior to the start of Work.  If the Subcontractor intends to install the 
geomembrane after daylight hours, he/she shall notify the Contractor, QC 
Engineer, and Contracting Officer in writing prior to the start of Work.  The 
Subcontractor shall indicate additional precautions which shall be taken during 
these installation hours.  The Subcontractor shall provide adequate illumination 
for Work during this time period.   

 
3.2  SURFACE PREPARATION 
 

A.  The Subcontractor shall provide certification in writing that the subgrade on which 
the geomembrane will be installed is acceptable.  This certification of acceptance 
shall be given to the QC Engineer prior to the commencement of geomembrane 
installation in the area under consideration. 

 
B. After the surface of the supporting soils has been accepted by the Subcontractor 

QA Engineer, it will be the Subcontractor’s responsibility to indicate to the QC 
Engineer any change in the supporting soil condition that may require repair Work. 

 

 
D. Care shall be taken to maintain the prepared soil subgrade.  Any damage to the 

soil surface caused by installation activities shall be repaired at no additional cost 
to the Contractor or the Navy. 

C. No geomembrane shall be placed onto an area which has been significantly 
softened by precipitation or which has cracked due to desiccation.  The soil surface 
shall be observed daily by the QC Engineer to evaluate the effects of desiccation 
cracking and/or softening on the integrity of the soils liner.  At the discretion of the 
QC Engineer, desiccation cracking which may damage the liner and is wider than 
½ inch shall be reworked. 

 
3.3 GEOMEMBRANE DEPLOYMENT 
 

A.  Layout Drawings 
 

1.  The Subcontractor shall deploy the geomembrane panels in general 
accordance with the submitted layout Drawings.  The layout Drawings must be 
approved by the Engineer and the Contracting Officer prior to installation of any 
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geomembrane.  Minor in-field modifications to the layout may be made with the 
approval of the QC Engineer or the Contracting Officer.  

 
2.  In general, every effort shall be made to place seams oriented parallel to the 

line of maximum slope (i.e. oriented down, not across, the slope).  Horizontal 
seams shall be located, to the maximum extent possible, on access road/bench 
areas of the cap at least 5 feet from the toe or crest of the slope, except where 
approved by the Engineer.  The intent is to place cross seams in the most 
advantageous locations while not preventing use of all material ordered for use 
at the Site.  In this regard, the Subcontractor shall be required to deploy panels 
downslope and with a minimum length of 50 feet with no cross seams placed 
on interior access road outside slopes. 

 
3.  In corners and at odd-shaped geometrical locations, the number of field seams 

shall be minimized.  No seams shall be located in an area of potential stress 
concentration unless approved by the Engineer. 

 
B. Field Panel Identification 
 

1.  A geomembrane field panel is a roll or portion of a roll cut in the field. 
 

2.  Each field panel shall be given an identification code (number or letter-
number).  This identification code shall be agreed upon by the QC Engineer 
and the Subcontractor. 

 
3.  The Subcontractor shall place the following information on each field panel 

placed using a non-toxic spray paint or marker: 
 

a.  The panel identification number; 

b.  The date the panel was placed; 

d.  The Manufacturer’s roll identification number. 

C. Field Panel Placement 

1.  Field panels shall be generally installed at the location and positions indicted in 
the layout Drawings as approved or modified by the Engineer. Minor 
modifications will be allowed in the field at the discretion of the QC Engineer 
and the Contracting Officer. 

2.  Field panels shall be placed one at a time, and each field panel shall be 
seamed immediately after its placement. 

 
3.  Geomembranes shall not be placed when the ambient temperature is below 

40 oF, unless otherwise authorized by the Engineer or the QC 
Engineer.  

 

 

 
c.  The time at which the panel was completely placed; and 

 

 

 

 

oF or above 104
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4.  Geomembranes shall not be placed during any of the following conditions: 
 

 

 

 

 

 

 

 
d.  The method used to unroll the panels shall not scratch or crimp the 

geomembrane and shall not damage the supporting soils. 

e.  The prepared surface underlying the geomembrane shall not be allowed to 
deteriorate after acceptance, and shall remain acceptable up to the time of 
geomembrane placement. 

f.  The method used to place the panels shall minimize wrinkles (especially 
differential wrinkles) between adjacent panels. 

g.  Temporary ballast and/or anchors, such as sandbags, which are not likely 
to damage the geomembrane shall be placed on the geomembrane to 
prevent uplift by wind, as approved by the QC Engineer. 

h.  The geomembrane shall be especially protected from damage in heavily 
trafficked areas. 

i. Any rub sheets used to facilitate seaming shall be removed prior to 
installation on subsequent panels. 

6.  Any field panel or portion thereof which become seriously damaged (torn, 
twisted, or crimped) shall be replaced with new materials at no additional cost 

a.  During precipitation; 
 

b.  In the presence of excessive moisture (e.g. fog, snow); 

c.  In an area of ponded water; or 

d.  In the presence of excessive winds. 

5.  The Subcontractor shall ensure that the following conditions are met: 

a.  No equipment or vehicular traffic shall be allowed directly on the 
geomembrane, unless approved by the Engineer.  The Subcontractor may 
be required to submit a verification of exerted ground pressures for 
proposed equipment operating with suitable cover material on the 
geomembrane.  Any equipment exerting a ground pressure greater than 4 
psi on the geomembrane will not be allowed to operate directly on the 
geomembrane without suitable cover material.  Refer to Part 3.6.E for a 
summary of allowable exerted ground pressures and required cover 
material depths. 

b.  Equipment used shall not damage the geomembrane by handling, 
trafficking or leakage of hydrocarbons (e.g. fuels). 

c.  Personnel working on the geomembrane shall not smoke, wear damaging 
shoes, bring glassware, or engage in other activities which could damage 
the geomembrane.  
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to the Contractor or the Navy.  Less serious damage may be repaired at the 
QC Engineer’s option and also at no cost to the Contractor or the Navy.  
Damaged panels or portion thereof which have been rejected shall be removed 
from the Work Area by the Subcontractor. 

 
D.  Field Roll Identification 

 
Any partial rolls used must be labeled with the Manufacturer’s roll identification 
number.  Any partial rolls without any labeling due to damage caused by the initial 
handling must be marked or the roll will be rejected and replaced at no additional 
cost to the Contractor or the Navy. 

3.4 FIELD SEAMING / WELDING 
 

 

 

 

 

 

 

 

 

 

 

A.  Personnel 

All personnel performing seaming operations shall be qualified as indicated in this 
Section.  No seaming shall be performed unless a “Master Seamer” is on-site. 

B. Weather Conditions for Seaming/Welding 

1.  Unless authorized in writing by the Engineer or the QC Engineer, seaming shall 
not be attempted at ambient temperatures below 40oF or above 104oF.  A 
meeting will be held with the Construction Manager, Contractor, Engineer, 
Contracting Officer, and QC Engineer to establish acceptable installation 
procedures.  In all cases, the geomembrane shall be dry and protected from 
wind damage. 

2.  If the Subcontractor wishes to use methods which may allow seaming at 
ambient temperatures below 40oF or above 104oF, he/she shall use a 
procedure approved by the Engineer or the QC Engineer. 

3.  Ambient temperatures shall be measured 6 inches above the geomembrane 
surface. 

C.  General Seaming/Welding Requirements 

1.  Seaming shall extend the full length of the panels. 

2.  If required, a firm substrate such as a flat board or similar hard surface may be 
placed directly under the seam overlap to achieve proper support. 

 
3.  Fishmouths or wrinkles at the seam overlaps shall be cut along the ridge of the 

wrinkle to achieve a flat overlap.  The cut fishmouths or wrinkles shall be 
seamed and any portion where the overlap is insufficient for proper seaming 
shall be patched with an oval or round patch of geomembrane that extends a 
minimum of 6 inches beyond the cut in all directions. 

4.   Electric generators shall be placed outside of the area to be lined or mounted in 
such a manner as to protect the geomembrane from damage.  The electric 
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generator shall be properly grounded by following the Manufacturer’s 
recommendations and any Local, State or Federal regulations. 

 

Test 
Values 

D.  Trial Seams 
 

1.  Trial seams shall be made on fragment pieces of geomembrane to verify that 
seaming conditions are adequate.  Trial seams must be conducted on the 
same materials to be installed and under similar field conditions as production 
seams.  Such trial seams shall be made at the beginning of each seaming 
period, and at least once every five hours, for each seaming apparatus used 
that day.  The trial seams shall be a minimum of 15 feet long by 1 foot wide 
after seaming with the seam centered lengthwise for fusion equipment and at 
least 3 feet long by 1 foot for extrusions equipment. Seam overlap shall be as 
indicated in Part 3.4E of this Section. 

 
2. Four specimens, each 1 inch wide, shall be cut from the trial seam sample by 

the Subcontractor.  Two specimens shall be tested in shear and two in peel 
(inside and outside tracks for double fusion weld), using a calibrated field 
tensiometer.  The test specimens shall not yield or break in the seam.  If a 
specimen fails the criteria set forth in Table 02771-3, the entire operation shall 
be repeated.  If the additional specimen fails, the seaming apparatus or seamer 
shall not be accepted and shall not be used for seaming until the deficiencies 
are corrected and two consecutive successful trial seams are achieved.  A 
seamer may start production seaming prior to testing of the trial seams.  In the 
event that the trial seams fail, all production seams will be treated as failed 
seams and repaired in accordance with Part 3.5 of this Section. 

 
TABLE 02771-3 

 
REQUIRED HDPE GEOMEMBRANE SEAM PROPERTIES 

 
Properties Qualifiers Units Method 

1.  Thickness Minimum Mils 
(mm) 

54 (1.37) GRI GM-8 
(textured) 

2. Shear Strength(1) at   Minimum lb/in 
(kN/m)

113 (30) ASTM D 
4437        yield point 

3.  Peel Adhesion 

     Max 

Minimum lb/in 
(kN/m)

70 (12) ASTM D 
4437      Fusion and Extrusion   

 
Notes: (1) Also called “Bonded Field Strength” 

 
E. Overlapping and Temporary Bonding 

 
1. Geomembrane panels shall be overlapped by a minimum of 4 inches, or to the 

minimum required for welding and testing and approved by the Engineer.  Any 
seams which cannot be destructively tested because of insufficient overlap 
shall be treated as failed seams. 
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2. The procedure to temporarily heat bond adjacent panels together shall not 
damage the geomembrane.  The temperature of the air at the nozzle of heat 
bonding apparatus shall be controlled such that the geomembrane is not 
damaged. 

 
F. Seam Preparation 

 
1.  Prior to seaming, the seam area shall be clean and free of moisture, dust, dirt, 

debris of any kind, and foreign materials. 
 

2.  If seam overlap grinding is required, the process shall be completed according 
to the Manufacturer’s instructions within 20 minutes of the seaming operation 
and in a manner which does not damage the geomembrane.  The grind depth 
shall not exceed ten percent of the geomembrane thickness.  Grinding marks 
shall not appear beyond ¼ inch of the extrudate after it is placed. 
 

 

 

 

 

 

 

 

 

3.  Seams shall be aligned with the fewest possible number of wrinkles and 
fishmouths. 

 
G. Seaming Process 

 
1. Approved processes for field seaming are extrusion welding and fusion 

welding.  Seaming equipment shall not damage the geomembrane.  Only 
equipment identified as part of the approved submittals in Part 1.3 shall be 
employed.  Proposed alternative processes shall be documented and 
submitted to the Engineer, Contractor, QC Engineer, and the Contracting 
Officer for approval. 

2. Extrusion Equipment and Procedures 

a. The Subcontractor shall maintain at least one spare operable seaming 
apparatus on-site. 

b. Extrusions welding apparatus shall be equipped with gauges giving the 
temperature in the apparatus and at the nozzle. 

c. All seams shall be abraded per paragraph 3.4.E of this Section prior to 
extrusion welding. 

d. Prior to beginning a seam, the extruder shall be purged until all heat-
degraded extrudate has been removed from the barrel.  Whenever the 
extruder is stopped, the barrel shall be purged of all heat-degraded 
extrudate. 

e. The Subcontractor shall provide documentation to the QC Engineer to 
confirm that the welding rod or resin meets Section 1.3 of this Section. 

3. Fusion Equipment and Procedures 

a. The Subcontractor shall maintain at least one spare operable seaming 
apparatus on-site. 
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b. Fusion-welding apparatus shall be automated vehicular-mounted devices 

equipped with gauges giving the applicable temperatures and pressures. 
 

c. A moveable protective layer may be used directly below each 
geomembrane overlap to be seamed to prevent contamination by dust or 
soil between the sheets. 

3.5 DEFECTS AND REPAIRS 

A. The geomembrane shall be inspected before and after seaming for evidence of 
defect, holes, blisters, undispersed raw materials, and any sign of contamination by 
foreign matter.  The surface of the geomembrane shall be clean at the time of 
inspection.  The geomembrane surface shall be swept or washed by the 
Subcontractor if surface contamination inhibits inspection.  The Contractor shall 
ensure that an inspection of the geomembrane precedes any seaming of that 
section. 

B. Each suspect location, both in seam and non-seam areas, shall be 
nondestructively tested using the methods described in Part 4.3 of this Section, as 
appropriate.  Each location which fails nondestructive testing shall be marked by 
the QC Engineer and repaired by the Contractor. 

C. When seaming of a geomembrane is completed (or when seaming of a large area 
of a geomembrane is completed) and prior to placing overlying materials, the QC 
Engineer shall identify all excessive geomembrane wrinkles.  The Subcontractor 
shall cut and re-seam all wrinkles so identified.  The seams thus produced shall be 
tested as outlined in this Section of the Technical Specifications. 

D. Repair Procedures: 

1. Any portion of the geomembrane exhibiting a flow, or failing a destructive or 
nondestructive test, shall be repaired by the Subcontractors.  Several repair 
procedures exist and the final decision as to the appropriate repair procedure 
shall be agreed upon between the QC Engineer and the Subcontractor.  The 
procedures available include: 

a. Patching: used to repair large holes and panel tee sections, tears, 
undispersed raw materials and contamination by foreign matter; 

c. Spot seaming: used to repair minor, localized flaws; 

d. Capping: used to repair long lengths of failed seams; 

e. Topping: used to repair areas of inadequate seams, which have an 
exposed edge less than 4 inches in length; and 

f. Removing bad seams and replacing with a strip of new material seamed 
into place: used with long lengths of fusion seams. 

 

 

 

 

 

 

 

 
b. Abrading and re-seaming: used to repair small sections of extruded seams; 
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2. In addition, the following shall be satisfied: 

a. Surfaces of the geomembrane that are to be repaired shall be abraded no 
more than 20 minutes prior to the repairs. 

 
b. All surface must be clean and dry at the time of repair. 

 
c. All seaming equipment used in repair procedures must be approved. 

 
d. The repair procedures, materials, and techniques used shall be approved in 

advance, for the specific repair, by the QC Engineer. 

f. The geomembrane below large caps shall be appropriately cut to avoid 
water or gas collection between the two sheets. 

g. Caps, toppings and reconstructions over 150 feet will require destructive 
testing.  

h. Each repair shall be nondestructively tested using the methods described in 
Part 4.3.A of this Section, as appropriate.  Repairs that pass the 
nondestructive test shall be taken as an indication of adequate repair.  
Failed tests will require the repair to be redone and re-tested until passing 
test results are obtained.  At the discretion of the QC Engineer, destructive 
testing may be required for larger caps. 

3.6 COMPONENTS OVERLYING THE GEOMEMBRANE 

A. The Subcontractor shall take all necessary precautions to ensure that the 
geomembrane is not damaged during the installation of overlying components of 
the cover system or by other construction activities. 

 
B. Granular materials shall not be placed on the geomembranes at ambient 

temperatures below 40 oF. 

C. Placement of soils above the geomembrane will be done in such a manner as to 
avoid creating waves in the geomembrane that are large enough to be folded over.  
The maximum allowable height for a wrinkle/wave shall be 12 inches. 

E. In heavy traffic areas, such as access ramps, and in areas trafficked by rubber tire 
vehicles, the thickness of overlying compacted fill should be at least 3 feet.  Roads 
shall be at least twice the width of the largest piece of equipment. 

 

 

 
e. Patches or caps shall extend at least 6 inches. beyond the edge of the 

defect, and all corners of patches shall be rounded with a radius of at least 
3 inches. 

 

 

 

 

 

oF or above 104
 

 
D. Soils must be free of objects that could cause damage to the geosynthetics. 

 

 

 

 02771-18



Contract No. N62472-99-D-0032 

3.7 GEOMEMBRANE ACCEPTANCE 

A. The Subcontractor shall retain all ownership and responsibility for the 
geomembrane until accepted by the Contractor. 

B. The geomembrane shall be accepted by the Contractor when: 

1. The installation is complete. 

2. Verification of the completeness of all quality control documents for field seams 
and repairs, including associated testing, is received. 

3. All required documentation is submitted. 

4.1  CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the work is being performed in accordance with the Technical 
Specifications and Contract Drawings.   

C.  The Subcontractor shall be aware of the activities in the CQC Plan and shall 
account for these QA activities in the installation schedule. 

 

 

 

 

 

 
4. All warranties are submitted. 

 
5. A written certification report, including Record Drawings, sealed by the 

Subcontractor’s QA Engineer’s Engineer of Record has been received by the 
Contractor. 

 
3.8 PRODUCT PROTECTION 
 

A. The Subcontractor shall use all means necessary to protect all prior Work, all 
materials, and all completed Work of other Sections.  

 
B. In the event of damage, the Subcontractor shall make all repairs and replacements 

necessary, to the approval QC Engineer and at no additional cost to the Contractor 
or the Navy. 

 
PART 4. FIELD SUPERVISION AND TESTING 
 

 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 

 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 

A.  Samples of the geomembrane will be removed and sent to a Geosynthetics 
laboratory for testing to ensure conformance with the requirements of this Section.  
The Subcontractor shall account for this testing in the installation schedule.  Only 
material which meets the requirements of Part 2.2 of this Section shall be installed. 
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B. Samples will be collected by the QC Engineer in accordance with this Section. 
 

C. The Subcontractor, at the discretion of the QA Engineer, shall perform additional 
QC testing as specified in the CQC Plan. 

D. The QC Engineer and/or the Contracting Officer may increase the frequency of 
sampling to one test per 50,000 square feet in the event that test results do not 
comply with the requirements of Part 2.2 of this Section.  The additional testing 
shall be performed at the expense of the Subcontractor. 

 

 

 

 

 

 
E.  Sampling Procedures 

 
1.  Samples will be taken across the entire width of the roll and will not include any 

of the geomembrane that is exposed upon shipping and is considered part of 
the first full wrap around the roll.  Samples collected will be 3 feet long by the 
roll width.   

2.  Samples will taken at a rate of one per lot or one per 100,000 square feet, 
whichever is more stringent. 

 
F.  Test Procedures 

 
1. At a minimum, tests shall be performed by the QC Engineer to check the 

thickness, specific gravity, tensile properties, carbon black content, and carbon 
black dispersion of the geomembrane at a rate of one per lot or one per 100,00 
square feet, whichever is more stringent.  In addition, samples of the actual 
foundation layer (subgrade) soils, geocomposite, and geomembrane shall be 
taken and interface tests run per ASTM D 5321.  A minimum of one interface 
test series per material will be completed.  Appropriate test methods are 
summarized in Table 02271-1. 

 
2. At a minimum, the following laboratory tests shall be performed to determine 

the following characteristic of the geomembrane sheet: 
 

a. Specific Gravity (ASTM D 792 Method A or ASTM D 1505); 
 

b. Carbon black content (ASTM D 1603); 

c. Carbon black dispersion (ASTM D5596) (laboratory tests to be 
supplemented by visual inspection to evaluate carbon black dispersion); 

d. Thickness (GRI-GM 8 for texture geomembrane) measured at several 
random locations on the sample; 

 
e. Tensile strength (ASTM D 638) with no requirement for sample conditioning 

time (yield strength, elongation at yield, break strength, elongation at 
break); and 

f. Interface strength with foundation layer soils and geocomposite (ASTM D 
5321). 

 02771-20



Contract No. N62472-99-D-0032 

3. Where optional procedures are noted in the test method, the requirements of 
these Technical Specifications shall prevail. 

 
G. Procedures for Conformance Test Failure 

 
1. Any geomembranes that are not certified in accordance with Part 1.4 of this 

Section, or that conformance testing results indicate noncompliance with Part 
2.2 of this Section, will be rejected by the QC Engineer.  The Subcontractor 
shall replace the rejected material with new material, at no additional cost to 
the Contractor. 

 
2. The following procedure will apply whenever a sample fails a conformance test:  

 
a. The Subcontractor will remove and replace, at no additional cost to the 

Contractor, any roll of geomembrane that is in nonconformance with these 
Technical Specifications. 

 

 

 

 

 

b. The QC Engineer will take additional conformance samples for testing by a 
Geosynthetics Laboratory from the closest numerical roll on both sides of 
the failed roll.  If either of these samples fail, conformance samples will 
continue to be obtained from the closest numerical rolls until the failing 
samples are isolated by rolls meeting the Technical Specifications. 

3. Any lot that has more than 50% of the rolls failing conformance testing will be 
rejected and must be replaced at no additional cost to the Contractor. 

4.3 NONDESTRUCTIVE SEAM TESTING 

The Subcontractor shall nondestructively test for continuity of all field seams over their full 
length.  Continuity testing shall be carried out as the seaming work progresses, not at the 
completion of all field seaming.  The Subcontractor shall complete any required repairs in 
accordance with Part 3.5 of this Section.  The following procedures shall apply.  Vacuum box 
testing shall be used for extrusion welds.  Air pressure testing shall be used for double fusion 
seams. 

A. Vacuum Box Testing 
 

1. The equipment shall comprise the following: 
 

a. A vacuum box assembly consisting of a stiff housing, a transparent viewing 
window, a soft neoprene gasket attached to the bottom, port hole or valve 
assembly, and a vacuum gauge; 

 
b. A system for applying a 5 psi vacuum to the box; and 

 
c. A bucket of soapy solution and applicator. 

 
2. The following procedures shall be followed: 

 
a. The vacuum pump shall be energized and the tank pressure reduced to 

approximately 5 psi absolute gauge. 
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b. An area of the geomembrane seam larger that the vacuum box shall be 

wetted with the soapy solution. 
 
c. A box shall be placed over the wetted area. 
 
d. The bleed valve shall be closed and the vacuum valve opened. 
 
e. A leak tight seal shall be ensured. 
 
f. The geomembrane shall be examined through the viewing window for the 

presence of soap bubbles for not less than 15 second. 
 
g. If no bubbles appear after 15 seconds, the vacuum valve shall be closed, 

and the bleed valve opened, the box shall be moved over to the next 
adjoining area with a minimum 3 inch overlap, and the process shall be 
repeated. 

 
h. All areas where soap bubbles appear shall be marked with a marker that 

will not damage the geomembrane, repaired in accordance with Part 3.5 of 
this Section, and nondestructively re-tested. 

 
B. Air Pressure Testing (For Double Fusion Seams Only) 

 
1. The following items are applicable to those processes which produce a double 

seam with an enclosed space. 
 
2. The equipment shall comprise the following: 

c. A hollow needle or other approved pressure feed device. 

b. A needle, or other approved pressure feed device, shall be inserted into the 
tunnel created by the fusion weld. 

 
a. An air pump (manual or motor driven) or an air reservoir, equipped with a 

pressure gauge, capable of generating and sustaining a pressure between 
25 and 30 psi, mounted on a cushion to protect the geomembrane; 

 
b. A rubber hose with fittings and connections; and 
 

 
3. The following procedures shall be followed: 

 
a. Both ends of the seam to be tested shall be sealed. 
 

 
c. A protective cushion shall be inserted between the air pump and the 

geomembrane. 
 
d. The air pump shall be energized to a pressure between 25 and 30 psi, the 

valve closed, and the pressure sustained for not less than 5 minutes. 
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e. If loss of pressure exceeds 3 psi, or does not stabilize, locate faulty area 
and repair in accordance with Part 3.5 of this Section.  Repairs shall be 
nondestructively tested. 

 
f. Opposite end of air channel from pressure gauge shall be cut and observed 

release of pressure shall ensure air channel is not blocked. 
 
g. The needle, or other approved pressure feed device, shall be removed and 

the repair sealed in accordance with Part 3.5 of this Section. 
 
4.4 DESTRUCTIVE  SEAM TESTING 
 

A. Destructive tests shall be performed on samples collected from selected locations 
to evaluate the seam strength and integrity.  Destructive test sampling and testing 
shall be carried out as the seaming work progresses, not at the completion of all 
field sampling. 

 
B. Sampling 

 
1. Destructive test samples shall be collected at a minimum frequency of one test 

per 500 feet of seam length.  The QC Engineer will be responsible for choosing 
and marking the locations.  The Subcontractor shall not be informed in advance 
of the locations where the seam samples will be taken.  The Contracting 
Officer, Contractor, Engineer, or QC Engineer reserves the right to increase the 
sampling frequency. 
 

2. Prior to cutting or removing samples, the Subcontractor shall verify that all non-
destructive testing has been performed on the seam.  Samples shall be cut by 
the Subcontractor at the locations designated by the QC Engineer as the 
seaming progresses in order to obtain laboratory test results before the 
geomembrane is covered by another material.  Each sample shall be 
numbered and the sample number and location identified on the panel layout 
Drawing.  All holes in the geomembrane shall be immediately repaired in 
accordance with Part 3.5 of this Section.  The continuity of the new seams in 
the repaired areas shall be tested according to Part 4.3 of this Section. 
 

3. Destructive samples shall be 12 inches wide with the seam centered parallel to 
the width and 48 inches long.  Upon satisfactory field testing, the sample shall 
be distributed as follows: 

 
a. One portion  (1 foot long) to the Subcontractor; 
 
b. One portion (1.5 feet long) to the Geosynthetic Laboratory for testing; and 
 
c. One portion (1 foot long) to the Contracting Officer for Archival storage. 

 
4. The Engineer shall be responsible for storing archived samples for the Navy. 
 
5. The QC Engineer shall be responsible for shipping the samples to a 

Geosynthetics Laboratory for testing. 
 

 02771-23



Contract No. N62472-99-D-0032 

C. Field Testing 
 

Two-1 inch wide strips shall be removed from the destructive sample: one from 
each end of the sample or at a location selected by the QC Engineer.  Each 
coupon shall then be tested in peel using a tensiometer.  Both inside and outside 
tracks shall be tested for double track fusion welds.  The QC Engineer has the 
option to request an additional test in the shear mode.  If any field test samples fail 
to meet the requirements in Table 02771-3, then the procedures outlined in Part 
4.4E of this Section shall be followed. 

 
D. Laboratory Testing 

1. Ten coupons will be tested for “Shear Strength” and “Peel Adhesion” (ASTM D 
4437) by a Geosynthetics Laboratory.   Specimens will be selected alternately 
by test from the samples (i.e. peel, shear, peel, shear) five for peel and five for 
shear.  Both inside and outside welds shall be tested for double track fusion 
welds.  The minimum acceptable values to be obtained in these tests are those 
identified in Table 02771-3.  If any laboratory test sample fails to meet the 
requirements of Table 02771-3, the procedures outlined in Part 4.4E shall be 
followed. 

E. Destructive Test Failure 

 

 
2. The Geosynthetics Laboratory shall provide test results within 24 hours after 

receiving the samples.  The QC Engineer will review laboratory test results as 
soon as they become available, and make appropriate verbal 
recommendations to the Engineer, Contractor, and Subcontractor.  The verbal 
recommendations will be followed by written recommendations, as deemed 
appropriate by the QC Engineer. 

 
3. The Geosynthetics Laboratory will be selected by the Geosynthetics Engineer 

and approved by the Engineer and the Contracting Officer. 
 

 
1. The following procedures shall apply whenever a sample fails a destructive 

test, whether the test is conducted in the field or laboratory.  The Subcontractor 
shall have two options: 

 
a. The Subcontractor can reconstruct the seam (e.g. remove old seam and re-

seam) between any two passed test locations. 
 
b. The Subcontractor can trace the welding path to a location in each direction 

a minimum of 10 feet from the location of the failed test.  A sample for 
additional field testing at each location shall be taken as outlined in Part 
4.4C of this Section.  If these additional samples pass, the samples shall be 
distributed as outlined in Part 4.4B of this Section.  If these laboratory 
samples pass the tests, then the seam shall be reconstructed between the 
locations.  If either sample fails, then the process shall be repeated to 
establish the zone in which the seam should be reconstructed.  In any case, 
failing seams must be bounded on either side by two locations from which 
samples passing laboratory destructive tests have been taken. In cases 
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exceeding 150 feet of reconstructed seam, a sample taken from within the 
reconstructed zone must pass destructive testing. 

 
2. Whenever a sample fails, the QC Engineer may require additional tests for 

seams that were formed by the same seamer and/or seaming apparatus or 
seamed during the same time shift. 

 
 
 
 
 

*** END OF SECTION *** 
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SECTION 02800 
 

TOP SOIL 
 

PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

 
B. This Work shall consist of the distribution of suitable quality soil on areas to 

be vegetated. 
 
1.2 REFERENCES AND RELATED SECTIONS 
 
The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 

ASTM C 136 (1993) Aggregates, Fine and Coarse, Sieve 
Analysis Of  

ASTM D 1140 (1992) Amount of Material in Soils Finer 
Than the No. 200 (75-Micrometer) Sieve 

ASTM D 1556 (1990) Density and Unit Weight of Soil in 
Place by the Sand-Cone Method 

ASTM D 1557 (1998) Laboratory Compaction 
Characteristics of Soil Using Modified Effort 
(56,000 ft-lbf/cu. Ft. (2,700 kN-m/cu. m.)) 

ASTM D 1586 (1984; R 1992) Penetration Test and Split-
Barrel Sampling of Soils 

ASTM D 2487 (2000) Standard Practice for Classification 
of Soils for Engineering Purposes (Unified 
Soil Classification System) 

ASTM D 2922 (1996) Density of Soil and Soil-Aggregate in 
Place by Nuclear Methods (Shallow Depth) 

ASTM D 3017 (1998; R 1996el) Water Content of Soil and 
Rock in Place by Nuclear Methods (Shallow 
Depth) 

ASTM D 4318 (1995) Liquid Limit, Plastic Limit, and 
Plasticity Index of Soils 

 
ARMY CORPS OF ENGINEERS (COE) 
 
COE EM-385-1-1 (1992) Safety and Health Requirements 

Manual 
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DEPARTMENT OF AGRICULTURE (DOA) 
 
DOA SSIR (1984) Soil Survey Investigation Report No. 

1, Soil Survey Laboratory Methods and 
Procedures for Collecting Soil Samples, Soil 
Conservation Service 

 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01350 Submittal Register  

Section 02231 Clearing and Grubbing 
 Section 02326 Cover Soil  
  
1.3 SUBMITTALS 

A. The proposed material source or sources; 

B. Top soil composition tests (reports and recommendations).  The Contractor 
shall submit reports for test specified in DOA SSIR.; and 

C. Test reports for acid producing soil test. 

D. A 5 gallon bucket of material shall be made available to the Contracting 
Officer for inspection and sampling. 

The Contractor shall store materials as to prevent segregation and contamination. 

PART 2. PRODUCTS 

2.1 TOP SOIL 

A. Top soil shall be naturally occurring, friable, loamy, free of debris, subsoil, 
brush, objectionable weeds and stones, and contain no toxic substance or 
adverse chemical or physical condition that may be harmful to plant growth.   

C. Top soil shall be non-acidic with a pH between 6 and 7.5.  No processing 
shall be allowed for pH adjustment. 

D. Top soil hauled in from off-site shall have a minimum organic content of 4 
percent and a maximum organic content of 20 percent.  Organic matter 

 
The following items shall be submitted in accordance with Section 01300, “Submittals”: 
 

 

 

 

 
1.4 DELIVERY AND STORAGE 
 

 

 

 

 
B. Top soil shall be fertile soils possessing the characteristics of good soil 

which produce heavy crops of grass or other vegetation.  
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content may be raised by additives. The top soil shall be obtained from 
naturally well-drained areas. 

E. Oven-dried samples of top soil shall conform to the gradations of Table 
02800-1. 

Passing Retained Percentage 

 

 
TABLE 02800-1 

 
REQUIREMENTS FOR TOP SOIL 

 
On 

 100 
1” screen ¼” screen (gravel) 

No. 100 Mesh Sieve 
No. 100 Sieve (sand (silt and clay)) 

1” screen 
0-3 

¼” screen 40-60 
40-60 

 

 

 

 

 

 

 

 

 

 

 

2.2 ACID PRODUCING SOIL 

A. The following soils are unacceptable for any purpose and are not to be 
brought on Site for any use.  These soils are acid producing soils and are 
known locally by the following common names: Acid Producing Marl, Black 
Marl, Glauconitic Soils, Ferric Sulfide Soils, Ferrous Sulfide Soils, Iron 
Pyrite Soils, etc.  Any mixture of these soils with other soils is unacceptable. 

B. A test for the presence of iron sulfide shall be performed.  At least three 
different samples shall be taken and tested from each soil type.  The soil 
testing shall be performed by the Rutgers University Soil Testing 
Laboratory.  The required test is Rutgers Soil Testing Laboratory “Soil Test 
#6 for acid producing soils (presence of iron sulfide).” 

 
PART 3. EXECUTION 

3.1 STRIPPING AND STOCKPILING 

A. Field exploration shall be made to determine whether quantity and/or 
quality of surface soil justifies stripping. 

B. Stripping shall be confined to the immediate construction area. 

C. Where feasible, lime may be applied before stripping at a rate determined 
by soil tests to bring the soil pH to approximately 6.5. 

D. The Contractor shall strip to a depth of 6 inches. 

E. Stockpiles of soils shall be situated as not to obstruct natural drainage or 
cause off-site environmental damage.  Weeds shall not be allowed to grow 
on stockpiles. 
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3.2 SITE PREPARATION 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

A. The Contractor shall grade at the onset of the optimal seeding period as to 
minimize the duration and area of exposure of disturbed soil to erosion.  
Vegetative cover shall be established immediately after grading in 
accordance with the specified seed mixture. 

B. The Contractor shall grade as needed and feasible to permit the use of 
conventional equipment for seedbed preparation, seeding, mulch 
application and anchoring, and maintenance. 

C. As guidance for ideal conditions, subsoil shall be tested for lime 
requirement.  Limestone, if needed, shall be applied to bring soil to a pH of 
approximately 6.5 and incorporated into the soil as nearly as practical to a 
depth of 4 inches. 

D. Immediately prior to top soiling, the surface shall be scarified 6 – 12 inches 
where there has been soil compaction.  This will help ensure a good bond 
between the top soil and subsoil. 

E. The Contractor shall employ needed erosion control practices such as 
diversions, grade stabilization structures, channel stabilization measures, 
sedimentation basins, and waterways. 

 
3.3 TOP SOIL 

A. Top soil shall be handled only when dry enough to work without damaging 
soil structure.  Do not spread top soil when frozen or excessively wet or dry. 

B. Top soil shall be spread evenly to a minimum depth of 6 inches. 

C. Irregularities shall be corrected in finish surface to eliminate depressions. 

D. The Contractor shall protect the finished top soil area from damage by 
vehicular or pedestrian traffic. 

 
PART 4.  FIELD SUPERVISION AND TESTING 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.   

B. The Contractor shall follow the procedures outlined in the CQC Plan. 
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4.2 CONSTRUCTION QUALITY CONTROL TESTING 

A. Sampling of Materials at the Source 

1. Prior to production and delivery of materials, take at least one initial 
sample in accordance with ASTM D 75.  Collect each sample by taking 
three increment samples at random from the source material to make a 
composite sample of not less than 50 pounds.  Repeat above sampling 
when source of material is changed or when unacceptable deficiencies 
or variations from specified grading of materials are found in testing. 

3. Off-site testing shall include all required testing of the top soil prior to 
delivery of the material to the Site.  The testing shall be performed on 
each borrow site as follows: 

a. Sieve Analysis: 1 test per 2,000 cubic yards; 

b. Atterberg Limits: 1 test per 2,000 cubic yards; and 

B. Sampling During Construction 

Take one random sample from each 1,000 tons of completed material, but 
not less than one random sample per day’s run.  Take samples in 
accordance with ASTM D 75. 

C. Additional Testing 

The Contractor, at the discretion of the QC Engineer, shall perform 
additional QC testing as specified in the CQC Plan. 

 

 

 

 
2. The Contractor shall obtain an approved soils laboratory for the soil 

classification testing. 
 

 

 

 
c. pH: 1 test per 500 cubic yards. 

 

 

 

 

 
 
 

***END OF SECTION*** 
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SECTION 02810 
 

 

 

 

 

 

 

  

 

Section 02310 Preparation of Subgrade 

Section 02771 HDPE Geomembrane 

 

 

SETTLEMENT MONUMENTS 

PART 1. GENERAL 
 
1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

B. This Section covers the materials to be used and installation procedures for 
settlement monuments. 

1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

ASTM C 150 Specification for Portland Cement 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 01300 Submittals 
 Section 01320 Submittal Register 

Section 01400 Construction Quality Control Plan 

Section 02320 Granular Gas Management and Drainage Materials 
Section 02326 Cover Soil 
Section 02714 Geotextile Fabric 

Section 02800 Top Soil 

1.3 SUBMITTALS 
 
The Contractor shall submit to the Contracting Officer the mix design studies for a 2500 
psi concrete along with a statement giving the maximum nominal coarse aggregate size 
and the proportions of each ingredient that will be used to make the concrete at least 14 
days prior to execution of the Work.  Aggregate weights shall be based on the saturated 
surface dry condition.  The statement shall be accompanied by test results from an 
independent commercial testing laboratory, approved by the Contracting Officer, 
showing that mixture design studies have been made with materials proposed for the 
Project and that the proportion selected will produce concrete with a minimum 
compressive strength of 2500 psi. 
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PART 2. PRODUCTS 

2.1 STEEL PLATE PLATFORM 

The steel plate platforms shall be hot rolled in sheets of 4 foot by 4 foot and ½ inch thick. 

Steel casings shall be constructed of 4 inch diameter, Schedule 40, carbon steel and 
shall conform to ASTM A 211. 

2.3 CONCRETE 

All concrete shall conform to the requirements on Section 03300, “Cast-in-Place 
Concrete.” 

PART 3. EXECUTION 

A. The monuments shall be installed in locations as shown on the Drawings 
with a minimum of one monument per acre.  All trenching shall be 
completed so monuments are not seated on the trench.   

B. Steel plate platforms shall be placed prior to placing components of the 
landfill cap.   

C. The casing shall be welded to the steel plate platform.  The casings shall 
be filled with concrete and the concrete leveled at the top of the casing. 

E. All settlement monuments shall be painted a high visibility yellow. 

F. Prior to subgrade preparation activities and after settlement monument 
installation, the settlement monuments shall be surveyed.  The surveying 
shall continue until completion of the construction activities with surveys 
being conducted every two weeks. 

PART 4. FIELD SUPERVISION AND TESTING 

***END OF SECTION***

 

 

 
2.2 CASING 
 

 

 

 

 
3.1 SETTLEMENT MONUMENT INSTALLATION 
 

 

 

 
D. Unless otherwise indicated, extend settlement monuments 3 feet above 

final grade.   
 

 

 

 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.  

 
B.  The Contractor shall follow the procedures outlined in the CQC Plan. 
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SECTION 02830 
 

CABLE FENCE WITH WARNING SIGNS AND VEHICLE GATE 
 

 

 

 

 

 

 

PART 1. GENERAL 
 
1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings.   

B. This Section covers the materials to be used and installation procedures for 
cable fencing, warning signs, and vehicle gate.   

 
1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 
 ASTM A 569 (1991) Standard Specification for Steel, 

Carbon (0.15 Maximum Percent), Hot-
Rolled Sheet and Strip Commercial Quality 

 ASTM A 875 Specification Sheet Steel, Zinc-5 percent 
Aluminum Alloy Metallic-Coated by the hot 
Dip Process 

 ASTM C 150 Specification for Portland Cement 
 ASTM F 1083 (1991) Specification for Pipe, Steel, Hot-

Dipped Zinc-Coated (Galvanized) Welded, 
for Fence Structure 

  
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01320 Submittal Register 
 
1.3 SUBMITTALS 

The following items shall be submitted in accordance with Section 01300, “Submittals”: 

A. Product data in the form of Manufacturer’s technical data, Specifications, 
and installation instructions for vehicle gate posts, cable fence posts, cable 
fencing, accessories, and warning signs. 

B. As-Built Drawings showing the installed location of fence, gates, each post, 
and details of post installation, extension arms, gate swing, hardware, and 
accessories.                                                 
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PART 2. PRODUCTS 
 
2.1 VEHICLE GATE 
 
Each leaf of the vehicle gate shall be 10 feet wide. 
 

A. Gate Posts 
 

1. The gate posts shall be 4 inch OD type II steel pipe.  The gate posts 
shall be manufactured from steel conforming to ASTM A 569 or A 
226, grade D, cold formed, electric welded with minimum yield 
strength of 50,000 psi and triple coated with a minimum of 0.9 
ounces of zinc per square foot after welding, a chromate conversion 
coating and a clear polymer overcoat.  Corrosion protection on 
inside surfaces shall protect the metal from corrosion when 
subjected to salt spray test of ASTM B 117 for 300 hours with the 
end point of 5 percent Red Rust. 

 

 

1. Type II Pipe: Manufactured from steel conforming to ASTM A 569 or 
A 446, grade D, cold formed, electric welded with minimum yield 
strength of 50,000 psi and triple coated with minimum 0.9 ounces of 
zinc per square foot after welding, a chromate conversion coating 
and a clear polymer overcoat.  Corrosion protection on inside 
surfaces shall protect the metal from corrosion when subjected to 
salt spray test of ASTM B 117 for 300 hours with the end point of 5 
percent Red Rust. 

2. Concrete shall be in accordance with Section 03300, “Cast-in-Place 
Concrete.” 

B. Gate Tubing 
 

1. The gate tubing shall be 1 ½” diameter Aluminum. 
 

2. The gate fabric shall be 9-gage (0.148 inch diameter) wire and shall be 
in accordance with ASTM A 392, Class 1, with not less than 1.2 ounces 
of zinc per square foot of uncoated wire surface. 

 
2.2 CABLE FENCE 
 

A. Cable Posts 
 

 
2. Concrete 

 
Concrete shall be in accordance with Section 03300, “Cast-in-Place 
Concrete.” 

 
B. Cable Fence 

 
The cable fence shall be a ¼ inch steel cable wrapped with plastic coating. 

 02830-2



Contract No. N62472-99-D-0032 

 
 
 
 
2.3 WARNING SIGNS 
 
The signs shall be 18 inches x 18 inches and 1/8 inch thick.  The sign shall be black with 
2 inch high visibility yellow letters.  The warning shall read as follows:  

Landfill 
Keep Out 

 
PART 3. EXECUTION 
 
3.1 CABLE FENCE INSTALLATION 

A. The cable fence shall be installed in locations as shown on the Drawings 
and installed in compliance with ASTM F 567.  All excavation for posts 
holes shall be completed so fence posts are not seated on the trench.   

3.2 EXCAVATION 

A. Excavation for Gate Posts 

 

 
B. Installation and erection shall not start before completion of all site 

activities, unless otherwise permitted.   
 

C. Cable fence alignment shall be as shown on the Drawings and shall be 
approved by the Contracting Officer prior to installation. 

 
D. Install cable through posts 2 inches below the top of the post. 

 
E. Posts shall be centered and aligned in holes.  Space maximum 20 feet o.c., 

unless otherwise indicate.  Posts shall be centered in holes approximately 6 
inches from the base of excavation.  Protect portion of posts above ground 
from concrete splatter.  Place concrete around posts and vibrate or tamp for 
consolidation.  Check each post for vertical and top alignment, and hold in 
position during placement and finishing operations. Unless otherwise 
indicated, extend concrete posts 42 inches above grade and trowel to a 
crown to shed water.  All fencing and gate posts shall be painted a high 
visibility red 

 
F. The Contractor shall prepare As-Built Drawings upon completion to indicate 

the installed location of cable fence, gates, each post, and details of post 
installation, extension arms, gate swing, hardware, and accessories. 

 

 

 
Drill or hand-excavate (using post-hole digger) holes for posts to diameters 
and spacings shown on the Drawings, in firm, undisturbed or compacted 
soil.  Holes are to be advanced to a minimum depth of 30 inches below 
grade unless directed otherwise by the Contracting Officer. 
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B. Excavation for Cable Posts 
 

Drill or hand-excavate (using post-hole digger) holes for posts to diameters 
and spacings shown on the Drawings, in firm, undisturbed or compacted 
soil.  Holes are to be advanced to a minimum depth of 24 inches below 
grade unless directed otherwise by the Contracting Officer. 

 
3.3 WARNING SIGN INSTALLATION 
 
Warning signs shall be installed on the cable fencing spaced every 200 feet.  The signs 
shall be hung from the cable wire and installed in accordance with the Manufacturer’s 
instructions. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.  

B.  The Contractor shall follow the procedures outlined in the CQC Plan. 

 

***END OF SECTION***
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SECTION 02840 
 

SEEDING 

1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

B. The Work covered in this Section consists of scarifying the seed bed, 
furnishing and placing pulverized agricultural limestone, commercial 
fertilizer, seed, mulching, and maintaining the seeded area. 

C. Erosion and Sediment Control Notes, Temporary and Permanent 
Vegetation notes are included on the Contact Drawings.  The Contractor 
shall comply with these notes. 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 

 

 

 

 Section 01300 Submittals 

 Section 02231 Clearing and Grubbing 

 

 
PART 1. GENERAL 
  

 

 

 

 
1.2 REFERENCES AND RELATED SECTIONS 
 

 
DEPARTMENT OF AGRICULTURE (DOA) 
 

DOA FSA (1985) Federal Seed Act Rules and 
Regulations of the Secretary of Agriculture 

 DOA SSIR (1984) Soil Survey Investigation Report No. 
1, Soil Survey Laboratory Methods and 
Procedures for Collecting Soil Samples, Soil 
Conservation Service 

NEW JERSEY DEPARTMENT OF AGRICULTURE (NJDA) 
 
 NJDA SE&SC Standards for Soil Erosion and Sediment 

Control in New Jersey 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 01019 Mobilization and Demobilization 

 Section 01320 Submittal Register 

 Section 02240 Erosion and Sediment Control  
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1.3 SUBMITTALS 
 

 
A. The Contractor shall submit a certificate of seed purity and germination 

analysis under the current State and Federal rules for testing. 

C. The Contractor shall submit the Manufacturer’s catalog data for the fertilizer 
including physical characteristics and recommendations. 

D. The Contractor shall collect soil samples for testing at his/her expense to 
determine the fertilizer and soil nutrient requirements.  The tests shall be 
those specified in DOA SSIR.  The results shall be submitted to the 
Contracting Officer.  The Contractor shall also submit results of all factory 
tests. 

1.4 DELIVERY AND STORAGE 

A. Seed 

B. Fertilizer and Lime 

Fertilizer and lime shall be delivered to the Site in original, unopened 
containers bearing Manufacturer’s chemical analysis, name, trade name, 
trademark, and indication of conformance to State and Federal laws.  
Fertilizer and lime may be furnished in bulk with certificate indicating the 
above information. Storage shall be in cool, dry locations away from any 
possible contaminants. 

PART 2. PRODUCTS 

A. The grass seed shall meet the requirements listed in the Soil Erosion and 
Sediment Control Plan. 

B. The Contractor shall provide State-certified seed of the latest season’s crop 
in original sealed packages, bearing producer’s guaranteed analysis for 
percentage of mixtures, purity, germination, weed seed content, and inert 
material. 

The following items shall be submitted in accordance with Section 01300, “Submittals”: 

 
B. The Contractor shall submit information on the fiber mulch to be used with 

a brief description. 
 

 

 

 

 
The Contractor shall ensure that seed is protected from drying out and from 
contamination during delivery, on-site storage, and handling.  Seed shall be 
furnished fully tagged and separately packaged or bagged.  Label in 
conformance with DOA FSA and applicable State seed laws.  Seed shall be 
stored in cool, dry locations away from any possible contaminants. 
 

 

 

 
2.1 SEED 
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C. Subject to the approval of the Contracting Officer, the Contractor may add 
other grass seeds to the mixture to secure a cover crop, but no additional 
payment shall be made thereof.  No seed shall contain any of the following 
noxious weed seeds: Canada thistle, field bindweed, Johnson grass, 
perennial peppergrass, perennial sowhistle, quackgrass, horse nettle, 
bedstraw, corn cockle, Brassica kaber, Brassica nigra, wild onion or wild 
garlic. 

D. No seed shall be used that has a mix date of older than six months.  No 
seed shall be used unless it has been inspected and sampled as described, 
or sampled by individual species and mixed on the Project under the 
Contracting Officer supervision. 

 

 

 
2.3 COMMERCIAL FERTILIZER 

Commercial fertilizer shall be uniform in composition, free-flowing material suitable for 
application with approved standard equipment. The composition fertilizer shall conform 
to applicable State fertilizer laws.  For the spring application fertilizer shall be (10-6-4 
analysis) granular free flowing type.   No less than 1/3 the nitrogen shall be in a water 
insoluble form. 

2.4 PULVERIZED AGRICULTURAL LIMESTONE 

Pulverized agricultural limestone shall be agricultural ground limestone and shall contain 
not less than 85% total carbonates and be ground to such fineness that at least 95%, 
60%, and 50% by weight shall pass standard 20, 60, and 100 mesh sieves, respectively.   
If moisture content exceeds 5%, the maximum percentage of moisture shall be clearly 
indicated and the application rates shall be adjusted accordingly to reflect moisture 
content.  Such limestone shall contain a minimum of 3% MgO or a supplemental amount 
of magnesium (Mg) shall be applied with limestone to achieve a total minimum 
equivalent application rate of 240 pounds/acre of Mg. 

2.5 MULCHING MATERIAL 

A. All mulching material shall be free from mature seed-bearing stalks or roots 
of prohibited or noxious weeds. 

 

 
E. The seed shall have been tested for germination not more than six months 

prior to seeding operations.  A certificate of test shall be furnished to the 
Contracting Officer before approval for use of the seed is given. 

 
F. Seed which has become wet, moldy, or otherwise damaged in transit or 

storage shall not be accepted for use. 

2.2 TOP SOIL 

Top soil shall be furnished that meets the requirements of Section 02800, “Top Soil.” 

 

 

 

 

 

 
B. Mulches for seeded areas shall be either  marsh hay or grain straw, or a 

combination of both. 
 

 02840-3



Contract No. N62472-99-D-0032 

C. Hay or straw mulching material shall be well cured to less than 15% 
moisture by weight, and shall contain no stems of tobacco, soybeans, or 
other coarse or woody material. Mulch material may not contain any moldy 
material. 

2.6 WATER 

Water shall be fresh and free from injurious amounts of oil, acid, alkali, salts, or other 
materials harmful to the growth of grass.  Water shall also be suitable quality for 
irrigation.  The source shall be approved by the Contracting Officer. 

3.1 PREPARATION OF SEED BED 

A. The Contractor shall provide soil preparation, fertilizing, seeding, and 
surface topdressing of all newly graded finished earth surfaces, unless 
indicated otherwise, and at all areas inside or outside the limits of 
construction that are disturbed by the Contractor’s operations. 

B. After areas have been brought to finish subgrade elevation, thoroughly till to 
minimum depth of 6 inches by scarifying, disking, narrowing, or other 
methods approved by the Contracting Officer.  Remove debris and stones 
larger than one inch in any dimension remaining on surface after tillage. 

C. If erosion occurs between the time of final grading and time of seeding, the 
Contractor shall replace the soil materials which were eroded away and 
regrade all eroded areas to reestablish the final grade.  The Contractor 
shall also reapply and reincorporate soil supplements in the eroded areas. 

3.2 TEMPORARY HYDROSEEDING 

The Contractor may, with the approval of the Contracting Officer, perform temporary 
hydroseeding operations in order to maintain finished graded areas until optimum time 
for performing permanent seeding in accordance with the Table 02840-1: 

TABLE 02840-1 

TEMPORARY SEEDING SPECIFICATIONS 

Seeding 
Dates 

Fertilizer Rate Lime Rate 

 

 

 
PART 3. EXECUTION 
 

 

 

 

 
D. Spreading of top soil shall be in accordance with the Section 02800, “Top 

Soil.” 
 

 

 

 

 
Species Application 

Rate 
Seeding 
Depth 

Perennial Rye 
Grass 

100 lbs./acre 2/15 – 5/1 
8/15 – 10/15

½ inch 

20 lbs./acre 5/1-9/1 1 inch Pearl Millet 

500 lbs./acre  
(11 lbs./1,000 sf) 

90 lbs./1,000 sf
 

 
A. Apply ground limestone at a rate of 90 lbs. per 1,000 square feet; 
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B. Apply fertilizer (10-20-10 or 10-6-4 in the spring) at a rate of 11 lbs. per 

1,000 square feet; 

D. Apply hay or straw mulch at a rate of 90 lbs. per 1,000 square feet; and 

E. Apply a non-staining liquid mulch binder or tack to straw or hay mulch. 

3.3 PERMANENT HYDROSEEDING 

Permanent hydroseeding shall be performed as soon as possible following the 
completion and approval of final grading, and the incorporation of soil supplements.  It 
shall comply with the requirements of Table 02840-2: 

PERMANENT SEEDING SPECIFICATIONS 

Species Application 
Rate 

Seeding 
Dates 

Seeding 
Depth 

 
C. Apply perennial ryegrass seed at 100 lbs. per acre and pearl millet at 20 

lbs. per acre and cover to a depth of approximately ¼ inch by light raking 
followed by light rolling; 

 

 

 

 

 
TABLE 02840-2 

 

 
Fertilizer Rate Lime Rate 

75 lbs./acre 
8/15 – 9/30 

Sericea 
Lespedeza 

60 lbs./acre 3/15 – 4/30 
8/15 – 9/30 

¼ - ½ 
inch 

870 lbs./acre  
(20 lbs./1,000 sf) 

2,178 lbs./acre 
(50 lb.s./1,000 sf) 

Tall Fescue 3/15 – 4/30 ¼ - ½ 
inch 

 
A. Apply top soil to a depth of 6 inches (unsettled); 

 
B. Apply ground limestone to a rate of 50 lbs./1,000 sf and work four inches 

into the soil; 
 

C. Apply fertilizer (10-20-10 or 10-6-4 in the spring) at a rate of 20 lbs./1,000 
sf; 

 
D. Apply tall fescue seed at a rate of 75 lbs./acre and sericea lespedeza at 60 

lbs./acre and cover to a depth of approximately ¼ inch by light raking 
followed by light rolling; 

E. Apply hay or straw mulch at a rate of 90 lbs./1,000 sf; and 

 

 

 
F. Apply a non-staining liquid mulch binder or tack to straw or hay mulch. 

 
3.4 PROTECTION OF TURF AREAS 
 
Immediately after turfing, protect area against traffic and other use. 
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3.5 RESTORATION 
 

 

 

The Contractor shall restore to original condition existing turf areas which have been 
damaged during turf installation operations.  Keep clean at all times at least one paved 
pedestrian access route and one paved vehicular access route to each building.  Clean 
other paving when Work in adjacent areas is complete. 
 
3.6 MAINTENANCE 

Maintenance shall begin immediately after planting.  Seeded areas shall be protected 
and maintained until formal acceptance by the Contracting Officer.  Maintenance shall 
consist of watering activities and other necessary operations adequate to insure the 
survival of the planted materials and seeded areas for the duration of the maintenance 
period. 
 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that Work is being performed in accordance with the Technical 
Specifications and Contract Documents.   

B. The Contractor shall follow the procedures outlined in the QC Plan. 
 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 

A. The Contractor shall collect soil samples for testing at his/her expense to 
determine the fertilizer and soil nutrient requirements.  The Contractor shall 
obtain an approved soils laboratory for soil classification testing.  The tests 
shall be those specified in DOA SSIR.  The results shall be submitted to the 
Contracting Officer. 

 
B. The Contractor, at the discretion of the QC Engineer, shall perform 

additional QC testing as specified in the CQC Plan. 
 
 
 

***END OF SECTION*** 
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SECTION 03200 
 

CONCRETE REINFORCEMENT 
 

PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

 
B. The concrete reinforcement shall be placed as shown on the Contract 

Drawings.  Each steel reinforcement type shall be in accordance with the 
Technical Specifications and Contract Drawings. 

 
1.2 REFERENCES AND RELATED SECTIONS 
 
The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 
 
ACI INTERNATIONAL (ACI) 
 

ACI 318/318R (1995) Building Code Requirements for 
Structural Concrete and Commentary 

 ACI-318M (1995) Building Code Requirements for 
Structural Concrete and Commentary 
(Metric) 

 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 

ASTM A 615 / A 615M (1996a) Deformed and Plain Billet-Steel 
Bars for Concrete Reinforcement 

ASTM A 675 / A 675M (1990a; R 1995el) Steel Bars, Carbon, Hot-
Wrought, Special quality, Mechanical 
Properties 

ASTM A 706 / A 706M (1998) Low-allow Steel Deformed and Plain 
Bars for Concrete Reinforcement 

ASTM A 767 / A 767M (1997) Zinc-Coated (Galvanized) Steel Bars 
in Concrete Reinforcement 

 
CONCRETE REINFORCING STEEL INSTITUTE (CRSI) 
 

CRSI MSP-1 (1996) Manual of Standard Practice 
 
Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 
 
 Section 01300 Submittals 
 Section 01320 Submittal Register 
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 Section 03300 Cast-in-Place Structural Concrete 
 
1.3 SUBMITTALS 
 
Prior to execution of the work, the Contractor shall submit certified copies of mill reports 
attesting that the reinforcing steel furnished has been produced in the United States, 
contains no less than 25 percent recycled scrap steel, and meets the requirements 
specified herein. 
 
1.4 DELIVERY AND STORAGE 
 

A. In order to prevent damage during shipment, the supplier shall carefully 
pack and brace all material either within shipping containers or on the 
carrier. 

 
B. The Contractor shall provide delivery of material undamaged in original 

containers or packaging, with identifying labels intact and legible, to the 
project/work site as directed.  The Contractor shall provide additional 
protection during shipping as necessary to prevent scraping, marring, or 
damaging materials or surrounding surfaces.  The Contractor shall handle 
materials by methods to prevent bending or overstressing during fabrication 
and delivery. 

 
C. Reinforcing materials shall be stored off of the ground and shall be 

protected from weather elements. 
 
PART 2. PRODUCTS 

PART 3. EXECUTION 

3.1 REINFORCEMENT 

 
2.1 REINFORCING STEEL 
 
Reinforcing steel shall conform to ASTM A 615/A 615M or ASTM A 706/A 706M, grades 
and sizes as indicated on the Contract Drawings.  Cold drawn wire used for spiral 
reinforcement shall conform to ASTM A 82.  In highly corrosive environments or when 
directed by the Department, reinforcing steel shall conform to ASTM A 767/A 767M or 
ASTM A 775/A 775M as appropriate. 
 

 

 
A. Reinforcement shall be fabricated to shapes and dimensions shown on the 

Contract Drawings and shall conform to the requirements of ACI 318M ACI 
318/318R.  Reinforcement shall be cold bent unless otherwise authorized.  
Bending may be accomplished in the field or at the mill.  Bars shall not be 
bent after embedment in concrete.  All exposed ends of vertical concrete 
reinforcement bars that pose a danger to life safety shall be 
covered/capped by the Contractor in accordance with the approved Health 
and Safety Plan and all applicable codes and standards.  Wire tie ends 
shall face away from the forms. 
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B. Placement 

Reinforcement shall be free from loose rust and scale, dirt, oil, or other 
deleterious coating that could reduce bond with the concrete.  
Reinforcement shall be placed in accordance with ACI 318M ACI 381/318R 
at locations shown plus or minus one bar diameter.  Reinforcement shall 
not be continuous through expansion joins and shall be as indicated 
through construction or contraction joints.  Concrete coverage shall be as 
indicated or as required by ACI 318M ACI 318/318R.   

PART 4. FIELD SUPERVISION AND TESTING 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that Work is being performed in accordance with the Technical 
Specifications and Contract Documents.   

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

The Contractor, at the discretion of the QC Engineer, shall perform additional QC testing 
as specified in the CQC Plan. 

 

 

 

 

 
B. The Contractor shall follow the procedures outlined in the QC Plan. 

 

 

 
 
 

***END OF SECTION*** 
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SECTION 03300 

CAST-IN-PLACE CONCRETE 

PART 1. GENERAL 

1.1 DESCRIPTION 

A. The Contractor shall provide all materials, labor, and equipment to perform 
the Work specified in this Section in accordance with the Technical 
Specifications and Contract Drawings. 

1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 

ASTM C 31/31M (1998) Making and Curing concrete Test 
Specimens in the Field 

ASTM C 39 (1996) Compressive Strength of Cylindrical 
Concrete Specimens 

ASTM C 131 (1996) Resistance to Degradation of Small-
Size Coarse Aggregate by Abrasion and 
Impact in the Los Angeles Machine 

ASTM C 143 (1998) Slump of Hydraulic Cement 
Concrete 

 

COE CRD-C 400 (1963) Requirements for Water for Use in 
Mixing or Curing Concrete 

 

 

 

 

 

 

 
B. The cast-in-place concrete shall have a minimum compressive strength of 

2500 psi and shall be placed within the limits as shown on the Contract 
Drawings.  

 

 

 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 

ASTM C 33 (1999a) Concrete Aggregate 

ASTM C 94 (1999) Ready-Mixed Concrete 

ASTM C 136 (1996a) Sieve Analysis of Fine and Coarse 
Aggregates 

ASTM C 150 (1998a) Portland Cement 

ARMY CORPS OF ENGINEERS (COE) 
 
COE CRD-C 104 (1980) Method of Calculation of the 

Fineness Modulus of Aggregate 

COE CRD-C 521 (1981) Standard Test Methods for 
Frequency and Amplitude of Vibrators for 
Concrete 
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NATIONAL READY-MIXED CONCRETE ASSOCIATION (NRMCA) 
 
NRMCA CPMB 100 (1996) Concrete Plant Standards 
NRMCA TMMB 100 (1994) Truck Mixer Agitator and Front 

Discharge Concrete Carrier Standards 

 

 

 Section 01320 Submittal Register 

1.3 SUBMITTALS 
 

 

 

 

 
PART 3. EXECUTION 

3.1 PREPARATION FOR PLACING 

Before commencing concrete placement, the following shall be performed.  Surfaces to 
receive concrete shall be clean and free from frost, ice, mud, and water.  Forms shall be 
in place, cleaned, coated, and adequately supported.  Reinforcing steel shall be in place, 
cleaned, tied, and adequately supported.  Transporting and conveying equipment shall 
be in-place, ready for use, clean, and free of hardened concrete and foreign material.  
Equipment for consolidating concrete shall be at the placing site and in proper working 
order.  Equipment and material for curing and for protecting concrete from weather or 

NRMCA QC 3 (1984)  Quality Control Manual: Section 3, 
Plant Certifications Checklist: Certification of 
Ready Mixed Concrete Production Facilities 

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

 Section 01300 Submittals 

 

The Contractor shall submit the mix design studies for a 2500 psi concrete along with a 
statement giving the maximum nominal coarse aggregate size and the proportions of 
each ingredient that will be used to make the concrete at least 14 days prior to execution 
of the Work.  Aggregate weights shall be based on the saturated surface dry condition.  
The statement shall be accompanied by test results from an independent commercial 
testing laboratory, approved by the Contracting Officer, showing that mixture design 
studies have been made with materials proposed for the Project and that the proportion 
selected will produce concrete with a minimum compressive strength of 2500 psi; 
 
PART 2. PRODUCTS 

2.1 CONCRETE 

The cast-in-place structural concrete shall conform to the mix design as proposed by the 
Contractor.  The concrete mix design shall provide a minimum compressive strength of 
2500 psi. 
 
2.2 ADDITIVES 

Concrete may contain admixtures other than air entraining agents, such as water 
reducers, superplasticizers, or set retarding agents to provide special properties to the 
concrete, if specified or approved by the Contracting Officer. 
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mechanical damage shall be at the Site, in proper working condition and in sufficient 
amount for the entire placement. 

3.2 CONCRETE PRODUCTION 

3.3 TRANSPORTING CONCRETE TO PROJECT SITE 

Concrete shall be transported to the Site in truck mixers. 

A. Discharging Concrete 

Mixed concrete shall be discharged within 1-1/2 hours or before the mixer 
drum has revolved 300 revolutions, whichever comes first after the 
introduction of the mixing water to the cement and aggregates.  When the 
concrete temperature exceeds 85°F, the time shall be reduced to 45 
minutes.  Concrete shall be placed within one minute after it has been 
discharged from the transporting unit.  Concrete shall be handled from 
mixer or transporting unit to forms in a continuous manner until the 
approved unit of operation is completed.  Adequate scaffolding, ramps, and 
walkways shall be provided so that personnel and equipment are not 
supported by in place reinforcement.  Placing will not be permitted when 
the sun, heat, wind, or limitations of facilities furnished by the Contractor 
prevent proper consolidation, finishing and curing.  Sufficient placing 
capacity shall be provided so that concrete can be kept free of cold joints. 

B. Depositing Concrete 

Concrete shall be deposited as close as possible to its final position in 
forms.  Concrete shall be deposited continuously in one layer.  Fresh 
concrete shall not be deposited on concrete that has hardened sufficiently 
to cause formation of seams or planes of weakness within the section. 

C. Consolidation 

 

 
Concrete shall be delivered on-site or shall be furnished from a ready-mixed concrete 
plant.  Ready-mixed concrete shall be batched, mixed, and transported in accordance 
with ASTM C 94, except as otherwise specified.  Truck mixers, agitators, and non-
agitating transporting units shall comply with NRMCA TMMB 100.  Ready-mix plant 
equipment and facilities shall be certified in accordance with NRMCA QC 3.  Approved 
batch tickets shall be furnished for each load of ready-mixed concrete. 
 

 

 
3.4 PLACING CONCRETE 
 

 

 

 

 

 
Immediately after placing, each layer of concrete shall be consolidated by 
internal vibrators.  The vibrators shall at all times be adequate in 
effectiveness and number to properly consolidate the concrete; a spare 
vibrator shall be kept at the Job Site during all concrete placing operations.  
The vibrators shall have a frequency of not less than 10,000 vibrations per 
minute, amplitude of at least 0.025 inch, and the head diameter shall be 
appropriate for the structural member and the concrete mixture being 
placed.  Vibrators shall be inserted vertically at uniform spacing over the 
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area of placement.  The distance between insertions shall be approximately 
1-1/2 times the radius of action of the vibrator so that the area being 
vibrated will overlap the adjacent just-vibrated area by a reasonable 
amount.  The vibrator shall penetrate rapidly to the bottom of the layer and 
at least 6 inches into the preceding layer if there is such.  Vibrator shall be 
held stationary until the concrete is consolidated and then vertically 
withdrawn slowly while operating.  Form vibrators shall not be used unless 
specifically approved by the Contracting Officer and unless forms are 
constructed to withstand their use.  Vibrators shall not be used to move 
concrete within the forms. 
 

D. Cold Weather Requirements 

Special protection measures shall be used if freezing temperatures are 
anticipated before the expiration of the specified curing period.  The 
ambient temperature of the air where concrete is to be placed and the 
temperature of surfaces to receive concrete shall be not less than 40°F.  
The temperature of the concrete when placed shall be not less than 50°F or 
more than 75°F.  Heating of the mixing water or aggregates may be 
required to regulate the concrete placing temperature.  Materials entering 
the mixer shall be free from ice, snow, or frozen lumps.  Salt, chemicals or 
other materials shall not be incorporated in the concrete to prevent 
freezing.  Upon written approval, an accelerating admixture conforming to 
ASTM C 494, Type C or E may be used, provided it contains no calcium 
chloride.  Calcium chloride shall not be used. 

E. Hot Weather Requirements 

 

Relative Humidity, Percent, 
During Time of Concrete 
Placement 

 

 

 
When the ambient temperature during concrete placing is expected to 
exceed 85°F, the concrete shall be placed and finished with procedures 
previously submitted and as specified herein.  The concrete temperature at 
time of delivery to the forms shall not exceed the temperature shown in the 
table below when measured in accordance with ASTM C 1064/ 1064 M.  
Cooling of the mixture water or aggregates or placing concrete in the cooler 
part of the day may be required to obtain an adequate placing temperature.  
A retarder may be used, as approved, to facilitate placing and finishing.  
Steel forms and reinforcements shall be cooled as approved prior to 
concrete placement when steel temperatures are greater than 120°F.  
Conveying and placing equipment shall be cooled if necessary to maintain 
proper concrete placing temperature. 

TABLE 03300-1 

MAXIMUM ALLOWABLE CONCRETE PLACING TEMPERATURE 
 

Maximum Allowable Concrete 
Temperature, Degrees 

Greater than 60 90 F 
40-60 85 F 

Less than 40 80 F 
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PART 4. FIELD SUPERVISION AND TESTING 
 

 

 

 

 

 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure that the Work is being performed in accordance with the 
Technical Specifications and Contract Drawings.   

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 

The Contractor, at the discretion of the QC Engineer, shall perform additional QC testing 
as specified in the CQC Plan. 
 
 

 

***END OF SECTION***
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SECTION 15010 

PART 1. GENERAL 

1.1 DESCRIPTION 

A. The Contractor shall furnish all labor, materials, equipment, and incidentals 
necessary to install the Gas Management High Density Polyethylene 
(HDPE) piping for Site 10.  

B. The Contractor shall be required to obtain air permit equivalencies for the 
gas management piping under the Clean Air Act and in accordance with the 
NJDEP requirements. 

C. Variations to this Section, including Material Specifications and testing 
requirements, shall be approved by the Contracting Officer.   

The publications listed below form a part of this Specification to the extent referenced.  
The publications are referred to in the text by basic designation only.  In case of 
contradiction, the most stringent code applies. 

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 

ASTM A 563 (1993) Nuts, Carbon, and Alloy Steel 

  

Related Work and/or equipment that is specified in other Sections of the Contract 
Document includes, but is not limited to, the following: 

Section 01300 Submittals 

Section 02231 Clearing and Grubbing 

The Contractor shall submit, in accordance with Section 01300 “Submittals,” 
Manufacturer’s catalog information confirming the pipes and fittings conform to the 
requirements of the Specifications 

 
GAS MANAGEMENT PIPING 

 

 

 

 

 

 
1.2 REFERENCES AND RELATED SECTIONS 
 

 

 
ASTM A 153 (1982) Zinc Coating (Hot-Dip) On Iron and 

Steel Hardware  
ASTM A 307 (1994) Bolts and Studs, Carbon Steel, 60 

000 Psi Tensile Strength  

ASTM B 16 (1981) Pipe Flanges & Flanged Fittings, 
Cast Iron, Class 25, 125, 250 & 800 

 

 

Section 01320 Submittal Register 

Section 02250 Off-Site Transportation and Disposal 
Section 02310 Preparation of Subgrade 
Section 02320 Granular Gas and Drainage Management Materials 
 

1.3 SUBMITTALS 
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1.4 DELIVERY, STORAGE, AND HANDLING 
 

A. Transportation 
 

Care shall be taken during transportation of the pipe to ensure that it is not 
cut, kinked, or otherwise damaged. 

 
B. Materials 

 
Materials shall be new or reused from on-site storage of previously 
removed materials when approved by the Contracting Officer. 

 
C. Handling Pipe Length 

1. Ropes, fabric or rubber-protected slings and straps shall be used when 
handling pipes. 

2. Chains, cable, or hooks inserted into the pipe ends for lifting shall not be 
used.  Two slings spread apart shall be used for lifting each length of 
pipe.  Pipe or fittings shall not be dropped onto rocky or unprepared 
ground. 

PART 2. PRODUCTS 

3.1 PIPE INSTALLATION 
 

 

 

 

  
2.1 HDPE PIPING MATERIALS 
 
All HDPE pipes shall be SDR 11 with a diameter of 6 inches.  The pipe through the gas 
management layer shall be perforated with 0.02 inch diameter perforations and the pipe 
through the remaining upper layers of the landfill shall be non-perforated. 
 
2.2 BOLLARDS 
 
Each HDPE pipe shall be protected with 3 bollards.  Each bollard shall be 4 inches in 
diameter with a 6 inch steel casing.  Each bollard shall be filled with 2500 psi cast-in-
place concrete. 

 
PART 3. EXECUTION 
 

A. All pipes shall be inspected for cuts, scratches, gouges, etc., prior to 
installation.  Any imperfections shall be removed as a complete cylinder. 

 
B. All taps in the pipe shall be made, and necessary plugs shall be inserted as 

shown on the Contract Drawings. 
 

C. Pipe and fittings shall be selected such that there is as small a deviation as 
possible at the joints and inverts present a smooth surface.  Pipe and 
fittings which do not fit together to form a tight-fitting joint shall be rejected. 
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D. Pipe cutting shall be done only with mechanical cutters. 
 
Soil placed over gas management piping shall be compacted using 

hand equipment. 

 

 

 

 

 

 

 

 
E. The perforated PVC pipe through the gas management layer shall be 

surrounded by clean sand pack Morie #1 or equivalent extending in a 6 inch 
radius around the pipe. 

 
3.2 BOLLARD INSTALLATION 
 
Al bollards shall be embedded to a minimum depth of 2 feet.  The bollards shall be 
evenly spaced 3 feet away from the HDPE pipe in a circular pattern.   

 
PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 

A. Field supervision shall be performed by the QC Engineer and his/her staff 
to ensure the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings. 

B. The Contractor shall follow the procedures outlined in the CQC Plan. 
 

C. Each pipe and fitting delivered to the Job Site shall be inspected by the 
Contractor in the presence of the QC Engineer for flaws, cracks, 
dimensional tolerances, and compliance with referenced standards.  Only 
pipe and fittings accepted by the QC Engineer shall be installed. 

D. During installation activities, the QC Engineer is responsible for the 
following: 

1. Deficiencies in the Contractor’s Work shall be identified to the 
Contractor by the QC Engineer.  Repairs, replacements, rework or other 
corrective action shall be made prior to proceeding with ensuing Work 
that may be affected by the Work inspected. 
 

2. Other inspections will be based on visual observations and qualitative 
assessments of the Work.  Results of such inspections, when 
necessary for continuation of Work, will be verbally relayed to the 
Contractor within 24 hours.  Inspection reports documenting the results 
shall be maintained by the QC Engineer. 

E. Upon completion of the PVC piping system, the QC Engineer shall verify 
the following: 

1. The piping system has been constructed in accordance with the 
Contract Drawings and Technical Specifications. 

2. The piping system has not been damaged during the backfilling 
operation or construction. 
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4.2 CONSTRUCTION QUALITY CONTROL TESTING 

The Contractor, at the discretion of the QC Engineer, shall perform QC testing as 
specified in the CQC Plan. 

 
 
 

 
***END OF SECTION*** 
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SECTION 15100 

D. It shall be the Contractor’s responsibility to protect the well extension from damage 
throughout the construction duration. 

1.2 REFERENCES AND RELATED SECTIONS 

The publications listed below form a part of this Specification to the extent referenced.  The 
publications are referred to in the text by basic designation only.  IN case of contradiction, the 
most stringent code applies. 

 

 
MODIFICATION OF EXISTING MONITORING WELLS 

 
PART 1. GENERAL 
 
1.1 DESCRIPTION 
 

A. The Contractor shall furnish all labor, materials, and equipment to extend all 
groundwater monitoring wells impacted by the construction of the three-foot soil 
cap at Site 3 and the multi-layer soil cap at Site 10 as designated on the Contract 
Drawings. 

 
B. This Section describes all Work associated with the complete and proper 

modification of existing groundwater monitoring wells by extending them to the 
proposed final grades and should be used in conjunction with the Contract 
Drawings. 

 
C. The Contractor shall perform all activities associated with extending the riser of 

each well casing and the protective steel casing prior to and concurrently with site 
grading activities. 

 

 

 

 
AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM) 
 

ASTM D 1586 (1984; R 1992) Penetration Test and Split-Barrel 
Sampling of Soils 

ASTM D 1785 (1986) Specifications for Polyvinyl Chloride (PVC) 
Plastic Pipe. Schedules 40, 80, and 120 

ASTM D 2564 (1996) Standard Specification for Solvent Cements 
for Poly(Vinyl Chloride) (PVC) Plastic Piping 
Systems 

ASTM D 5092 (1990) Design and Installation of Ground Water 
Monitoring Well in Aquifers 

ASTM D 5787 (1995) Standard Practice for Monitoring Well 
Protection 

ASTM F 480 (1994) Specification for Thermoplastic Water Well 
Casing Pipe 

ASTM F 656 (1996) Standard Specification for Primers for Use in 
Solvent Cement Joints of Poly(Vinyl Chloride) 
(PVC) Plastic Pipe and Fittings 
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AMERICAN WATER WORKS ASSOCIATION (AWWA) 
 

AWWA A 100 Standards for Water Wells 
AWWA C 206 Standard for Field Welding of Steel Water Pipe 

 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited, to the following: 
 

Section 01052 Field Surveys 
Section 01300 Submittals 

 Section 01320 Submittal Register 
Section 01400 Construction Quality Control Plan 

 Section 02310 Preparation of Subgrade 
 Section 02320 Granular Gas and Drainage Management Materials 
 Section 02326 Cover Soil 
 Section 02714 Geotextile Fabric 
 Section 02771 HDPE Geomembrane Liner 
 Section 02800 Top Soil 
 Section 03300 Cast-in-Place Concrete 
 
1.3 SUBMITTALS 

 
A. Prior to all monitoring well modifications, the Contractor shall submit to the 

Contracting Officer the following information regarding the Drilling Subcontractor: 

2. Name of Driller; and 

3. Copy of the Drilling Company’s NJ Drilling Certification. 

B. The Contractor shall submit to the Contracting Officer the Manufacturer’s catalog 
information for all pipe casing, protective casings, covers etc.  

C. Prior to commencing any Work contained in this Section, the Contractor shall 
submit to the Contracting Officer a well modification plan for review and approval. 

D. The Contractor shall submit, upon completion of all activities associated with this 
Section, revised Contract Drawings showing the final elevations (extended 
elevations) of all groundwater monitoring wells located on-site in accordance with 
Section 01300, “Submittals.”  

 

 
1. Name and Address of Drilling Company; 

 

 

 

 

 

 
E. Within 14 days of the completion of all Work associated with this Section, the 

Contractor shall submit to the Contracting Officer copies of the Driller’s reports for 
his/her records. 

1.4 DELIVERY, HANDLING AND STORAGE 
 

A. Care shall be taken during transportation to ensure that all pipes are not cut, 
kinked, or otherwise damaged.  All materials shall be delivered to the Site in 
protective polyethylene and corrugated boxes. 
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B. All material will be transported to the Site in protective coverings and shall be virgin 
or new unless otherwise approved by the Contracting Officer.   Reuse of previously 
removed materials shall not occur unless approved by the Contacting Officer.  All 
materials not utilized in well modifications shall remain the property of the Navy. 

C. Ropes, fabric, or rubber-protected slings and straps shall be used when handling 
pipes.  Chains, cables, or hooks inserted into the pipe ends for lifting shall not be 
used. 

 
PART 2. PRODUCTS 

2.1 RISER CASING 

A. All well riser casings shall be 4 inches in diameter and Schedule 40 PVC with 
threaded leak-proof flush joints and shall extend 3 feet above final grade. 

B. Pipe, fittings and couplings shall be manufactured from a PVC compound which 
conforms to the requirements of ASTM F 480.  All PVC pipes shall be pressure 
rated as required by ASTM D 1785, shall be homogenous throughout, and shall be 
free from cracks, holes, foreign inclusions, and other defects. 

2.2 CONCRETE 

All concrete shall conform to the requirements on Section 03300, “Cast-in-Place Concrete.” 
 
2.3 LOCKING WELL CAPS 
 
Each monitoring well shall be equipped with a 4 inch diameter locking well cap that shall be air 
tight.  The cap shall be constructed of nylon with a neoprene O-ring seal and shall be a 
Brainard-Kilman TC-102 or approved equal. 

2.4 PROTECTIVE STEEL CASING 
  

A. Protective steel casings shall be constructed of 10 inch diameter, Schedule 40, 
carbon steel and shall conform to ASTM D 5787.  

B. The protective steel casing shall be fitted with a lockable, water-tight cap.  Keyed 
alike Master locks. 

PART 3. EXECUTION 

3.1 EXTENSION OF PVC WELL CASING 

A. The Contractor shall install additional 6 inch diameter, Schedule 40 casing as 
necessary to raise the existing casing to an elevation where the newly added well 
casing is approximately 3 feet above the finished grade.   

B. The PVC casing shall be extended by the use of a female to female friction slip fit 
coupling.   
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C. All well casings shall be decontaminated prior to installation.   
 

D. After the well casing has been extended, the well shall be tested for plumbness 
and alignment. 

 

 

 

 

 

 

 

 

3.2 INSTALLATION OF NEW STEEL PROTECTIVE WELL CASING 
 

A. A 10 inch diameter steel protective casing shall be installed over the extended well 
casing for protection during filling and grading operations and shall be installed 
such that it extends approximately 6 inches above the top of the riser casing 
(approximately 3 feet above finished grade). 

 
B. During installation of the protective steel casing, the top shall be held plumb while 

the bottom is centered around the base and anchored in place by either mounding 
and compacting soil around the base or by pouring a concrete foundation.  The 
Contractor shall be responsible for ensuring that the protective steel casing 
remains stable and plumb throughout the filling and grading activities. 

C. The steel casing shall be painted a high visibility blue using ultraviolet resistant 
paint 

D. Equalizers shall be used to the center the extended PVC well casing within the 
steel casing. 

E. The method used to stabilize the well casing shall be adequate to support the 
height of casing standing above grade without movement and shall be subject to 
the approval of the Contracting Officer. 

3.3 FILL REQUIREMENTS 

A. All fill proximal to the well shall be compacted via hand compaction equipment 
such as jumping jacks, with soil placed in horizontal thin lifts of not more than 8 
inches loose thickness. In no case shall large compaction and grading equipment 
be allowed to operate within 3 feet of the well. 

 
B. Placement of soil fill around the well shall be accomplished in such a manner as to 

maintain the vertical position of the 10 inch steel casing without displacement or 
damage to the well. 

 
C. Once the initial mound of soil has been placed, all subsequent filling shall be 

performed contemporaneously with all filling and grading activities associated with 
the construction of the cap. 

3.4 COMPLETION OF WELL MODIFICATIONS 
 

A. Upon completion of filling and grading activities, the annulus space between the 
existing steel protective casing and the new 10 inch diameter steel casing shall be 
filled with grout to final grade elevation and allowed to cure for a minimum of 24 
hours. 
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B. A locking steel protective cover shall be installed on each steel casing upon the 
completion of well Modification activities. 

 

 

 

 

 

 

 

 

 

 

 

 

*** END OF SECTION *** 

C. All locks shall be keyed alike and two keys shall be provided to the Navy 

D. It shall be the Contractor’s responsibility to record the volume and elevation of the 
grout and then record said information on the well completion diagram. 

3.5 CAP PENETRATION 

Penetration of the steel casing through the site cap shall be performed in accordance with the 
Contract Drawings and these Technical Specifications. 

3.6 FIELD SURVEYING 
 
Upon completion of all well modifications and grading activities, a New Jersey licensed surveyor 
shall survey the final elevations and record on a scaled site plan the locations of all modified 
wells in accordance with Section 01052, “Field Surveys.” 

3.7 LOGS AND REPORTS 
 

A. A Driller’s Report shall be submitted upon completion of all well Modification 
activities and shall consist of the following information. 

 
1. Daily driller's log to describe work progress, equipment problems, downtime, 

daily activities, etc.; 

2. An accounting of all materials used to extend the well casings and protective 
casings; and 

3. At the request of the Contracting Officer, an accounting and description of the 
decontamination procedures. 

PART 4. FIELD SUPERVISION AND TESTING 

4.1 CONSTRUCTION QUALITY CONTROL 

A. Field Supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being done is accordance with the Technical Specifications 
and Contract Drawings. 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
C. All well modification activities will be completed by a New Jersey licensed well 

driller and shall be performed in the presence of the QC Engineer. 

4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
The Contractor, at the discretion of the QC Engineer, shall perform QC testing as specified in 
the CQC Plan. 
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SECTION 15483 
 

HDPE LINER BOOTS 

PART 1. GENERAL 

1.1 DESCRIPTION 

B. The HDPE geomembrane liner boots shall be installed onto landfill gas 
management piping, monitoring wells and other surface penetrating device 
installed into the refuse layer of the landfill to create a seal preventing air or landfill 
gas leakage around the penetrating device. 

C. It is the intent of this Section of the Technical Specifications that the liner boots be 
supplied as a pre-fabricated unit. 

1.3 SUBMITTALS 

A. The Contractor shall submit to the Contracting Officer the following information, in 
accordance with Section 01300, “Submittals”: 

1. The liner boot Manufacturer’s installation instructions; 

2. An isometric Drawing showing the components and dimensions of the 
geomembrane seal; and 

 

 

 
A. This Contractor shall furnish all labor, equipment, and materials necessary to install 

the HDPE geomembrane liner boots as shown on the Contract Drawings.   
 

 

 
D. Variations on this Section including Material Specifications and testing, shall be 

approved by the Contractor, Engineer, and the Contracting Officer prior to its use 
on-site. 

 
1.2 RELATED SECTIONS 
 
Related Work and/or equipment that is specified in other Sections of the Contract Document 
includes, but is not limited to, the following: 
 

Section 01300 Submittals 
 Section 01320 Submittal Register 
 Section 15010 Gas Management Piping 
 Section 15100 Modification of Existing Monitoring Wells 
 

 

 

 

 
3. Manufacturer’s warranty information. 

 
PART 2. PRODUCTS 
 
2.1 PRODUCT DESCRIPTION 
 

A. The HDPE liner seal shall be a Landtec WBSTM wellbore seal, LFG&E WelGard 
membrane well seal or approved equivalent. 
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B. The HDPE liner seal shall consist of a PVC membrane panel, integral pipe boot, 

fittings and clamps are required to connect the wellbore seal to the casing. 
 

C. The HDPE liner seal for single completion landfill gas management pipes shall be 
suitable for use with a 4 or 6 inch nominal diameter well casing. 

C. Well Casing Seal 

The pipe boot shall be sealed to the PVC casing by extrusion welding. 

The hose clamp used to secure the boot to the PVC casing shall be stainless steel 
and have a nominal width of at least ½ inch.  It shall be adjustable with a standard 
screwdriver and nut driver. 

E. Gasket 

Butyl tape or an adhesive gasket shall be used to form an airtight seal between the 
PVC casing and pipe boot. 

 
D. The HDPE liner seal for dual completion landfill gas management pipes shall be 

suitable for use with two 4 or 6 inch nominal diameter well casings approximately 
18 inches on center. 

 
2.2 APPLICABLE DESIGN CODES 
 
The Contractor shall be responsible for providing all labor, equipment and materials necessary 
to backfill each borehole with the required fill materials as specified on the Contract Drawings. 
 
2.3 MATERIALS 
 

A. Membrane Seal 
 

1. For single completion landfill gas management pipe installations, the 
membrane seal shall consist of a 10 foot by 10 foot PVC geomembrane panel 
with an integral pipe boot located at or near the center of the panel. 

 
2. For dual completion landfill gas management pipe installations, the membrane 

seal shall consist of a 10 foot by 10 foot PVC membrane seal with an integral 
pipe boot and a second pipe boot welded on by the Manufacturer. 

 
B. Pipe Boot 

 
The PVC pipe boot shall fit over a 4 or 6 inch diameter PVC casing and be 
approximately 24 to 30 inches high in its uncompressed state. 

 

 

 
D. Hose Clamp 
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PART 3. EXECUTION 

3.1 LANDFILL GAS MANAGEMENT PIPE CONSTRUCTION 

A. The landfill gas management pipes shall be installed per the Contract Drawings. 

B. The borehole shall be sealed with clay and a PVC geomembrane as shown on the 
Contract Drawings. 

3.2 MANUFACTURER’S INSTRUCTIONS 
 
All Work of this Section shall be performed in accordance with the Manufacturer’s written 
instructions and installation detail drawings. 

3.3 INSTALLATION 

A. The Contractor shall prepare an isometric Drawing showing the components and 
dimensions of the geomembrane seal for review.  The Contractor shall not proceed 
with installation until the Drawings are approved by the Contracting Officer. 

B. The geomembrane seal shall be handled in such a way as to prevent damage to 
the membrane and joints. 

C. The finished grade shall be smooth and free of all rocks and other hard objects 
prior to installing the membrane seal. 

D. The surrounding landfill surface shall be graded with a positive slope (minimum 2% 
gradient) to promote runoff away from the landfill gas management piping. 

E. The pipe boot shall be attached to the pipe with ½ inch hose clamps and the 
gasket material.  The exposed portion of the boot shall be collapsed or 
“accordioned” down as far as possible to accommodate settling. 

 
F. The wellbore seal shall be sealed to the landfill by excavating and burying the 

wellbore seal 18 inches deep in the landfill.  The wellbore seal shall be covered 
with clay compacted with a hand operated compactor, wheel rolling, or track 
walking.  Permanent exposure of the geomembrane panel to sunlight is not 
allowed. 

 
G. Field adjustments to the wellbore installation are to be approved by the Engineer 

and the Contracting Officer prior to its use on-site. 
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PART 4. FIELD SUPERVISION AND TESTING 
 
4.1 CONSTRUCTION QUALITY CONTROL 
 

A. Field supervision shall be performed by the QC Engineer and his/her staff to 
ensure that the Work is being performed in accordance with the Technical 
Specifications and Contract Drawings. 

 
B. The Contractor shall follow the procedures outlined in the CQC Plan. 

 
C. Prior to acceptance of Work, the QC Engineer shall verify the following: 

 
1. The geomembrane seal is installed per the Technical Specifications and as 

shown on the Contract Drawings. 
 

2. Submittal requirements have been met. 
 
4.2 CONSTRUCTION QUALITY CONTROL TESTING 
 
The Contractor, at the discretion of the QC Engineer, shall perform QC testing as specified in 
the CQC Plan. 

 
 
 
 
 

*** END OF SECTION *** 
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This Soil Erosion and Sediment Control Plan (SESC Plan) is prepared for the remedial actions to 

be conducted at Sites 3 and 10 located in Operable Unit 6 (OU-6) at the Naval Weapons Station 

Earle (NWS Earle), in Colts Neck, New Jersey.  The SESC Plan was prepared by Foster Wheeler 

Environmental Corporation (FWENC) for the Engineering Field Activity Northeast (EFANE) in 

response to Contract No. N62472-99-D-0032, Contract Task Order 040. 
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